
ASCE STANDARD

ASCE/SEI

7-16

Minimum Design Loads and 
Associated Criteria for 
Buildings and Other Structures

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



ASCE STANDARD ASCE/SEI

7-16

Minimum Design Loads and
Associated Criteria for Buildings
and Other Structures

PUBLISHED BY THE AMERICAN SOCIETY OF CIVIL ENGINEERS

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



Library of Congress Cataloging-in-Publication Data

Names: American Society of Civil Engineers.
Title: Minimum design loads and associated criteria for buildings and other structures.
Other titles: Minimum design loads for buildings and other structures. | ASCE standard, ASCE/
SEI 7-16, minimum design loads and associated criteria for buildings and other structures
Description: Reston, Virginia : American Society of Civil Engineers, [2017] | Earlier versions
of the standard have title: Minimum design loads for buildings and other structures. | “ASCE
standard, ASCE/SEI 7-16.” | Includes bibliographical references and index.
Identifiers: LCCN 2017018275| ISBN 9780784414248 (softcover : alk. paper) | ISBN
9780784479964 (PDF)
Subjects: LCSH: Structural engineering–Standards–United States. | Buildings–Standards–
United States. | Strains and stresses. | Standards, Engineering–United States.
Classification: LCC TH851 .M56 2017 | DDC 624.102/1873–dc23 LC record available at
https://lccn.loc.gov/2017018275

Published by American Society of Civil Engineers
1801 Alexander Bell Drive
Reston, Virginia, 20191-4382
www.asce.org/bookstore | ascelibrary.org

This standard was developed by a consensus standards development process that has been
accredited by the American National Standards Institute (ANSI). Accreditation by ANSI, a
voluntary accreditation body representing public and private sector standards development
organizations in the United States and abroad, signifies that the standards development process
used by ASCE has met the ANSI requirements for openness, balance, consensus, and due
process.

While ASCE’s process is designed to promote standards that reflect a fair and reasoned consensus
among all interested participants, while preserving the public health, safety, and welfare that is
paramount to its mission, it has not made an independent assessment of and does not warrant the
accuracy, completeness, suitability, or utility of any information, apparatus, product, or process
discussed herein. ASCE does not intend, nor should anyone interpret, ASCE’s standards to replace
the sound judgment of a competent professional, having knowledge and experience in the
appropriate field(s) of practice, nor to substitute for the standard of care required of such
professionals in interpreting and applying the contents of this standard.

ASCE has no authority to enforce compliance with its standards and does not undertake to
certify products for compliance or to render any professional services to any person or entity.

ASCE, its affiliates, officers, directors, employees, and volunteers disclaim any and all liability
for any personal injury, property damage, financial loss, or other damages of any nature whatsoever,
including without limitation any direct, indirect, special, exemplary, or consequential damages,
resulting from any person’s use of, or reliance on, this standard. Any individual who relies on this
standard assumes full responsibility for such use.

ASCE and American Society of Civil Engineers—Registered in U.S. Patent and Trademark
Office.

Photocopies and permissions. Permission to photocopy or reproduce material from ASCE
publications can be requested by sending an e-mail to permissions@asce.org or by locating a
title in ASCE's Civil Engineering Database (http://cedb.asce.org) or ASCE Library (http://
ascelibrary.org) and using the “Permissions” link.

Errata: Errata, if any, can be found at https://doi.org/10.1061/9780784414248.

Copyright © 2017 by the American Society of Civil Engineers.
All Rights Reserved.
ISBN 978-0-7844-1424-8 (soft cover)
ISBN 978-0-7844-7996-4 (PDF)
Online platform: http://ASCE7.online
Manufactured in the United States of America.

24 23 22 21 20 19 18 17 1 2 3 4 5

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.

https://lccn.loc.gov/2017018275
www.asce.org/bookstore
https://ascelibrary.org
http://cedb.asce.org
http://ascelibrary.org
http://ascelibrary.org
http://ASCE7.online


ASCE STANDARDS

In 2014, the Board of Direction approved revisions to the
ASCE Rules for Standards Committees to govern the writing
and maintenance of standards developed by ASCE. All such
standards are developed by a consensus standards process
managed by the ASCE Codes and Standards Committee (CSC).
The consensus process includes balloting by a balanced
standards committee and reviewing during a public comment
period. All standards are updated or reaffirmed by the same
process every five to ten years. Requests for formal interpreta-
tions shall be processed in accordance with Section 7 of ASCE
Rules for Standards Committees, which are available
at www.asce.org. Errata, addenda, supplements, and interpreta-
tions, if any, for this standard can also be found at
https://doi.org/10.1061/9780784414248.

This standard has been prepared in accordance with recog-
nized engineering principles and should not be used without the
user’s competent knowledge for a given application. The publi-
cation of this standard by ASCE is not intended to warrant that
the information contained therein is suitable for any general or
specific use, and ASCE takes no position respecting the validity
of patent rights. The user is advised that the determination of
patent rights or risk of infringement is entirely his or her own
responsibility.

A complete list of current standards is available in the ASCE
Library (http://ascelibrary.org/page/books/s-standards).

Minimum Design Loads and Associated Criteria for Buildings and Other Structures iii

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.

http://www.asce.org
https://doi.org/10.1061/9780784414248
http://ascelibrary.org/page/books/s-standards


Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



BRIEF CONTENTS

ASCE STANDARDS. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . iii

TIPS FOR USING THIS STANDARD. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . iv

ACKNOWLEDGMENTS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . xlvii

1 GENERAL . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1

2 COMBINATIONS OF LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 7

3 DEAD LOADS, SOIL LOADS, AND HYDROSTATIC PRESSURE . . . . . . . . . . . . . . . . . . . . . . . . . 11

4 LIVE LOADS. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 13

5 FLOOD LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 21

6 TSUNAMI LOADS AND EFFECTS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 25

7 SNOW LOADS. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 51

8 RAIN LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 65

9 RESERVED FOR FUTURE PROVISIONS. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 67

10 ICE LOADS—ATMOSPHERIC ICING. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 69

11 SEISMIC DESIGN CRITERIA . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 77

12 SEISMIC DESIGN REQUIREMENTS FOR BUILDING STRUCTURES. . . . . . . . . . . . . . . . . . . . . . . 89

13 SEISMIC DESIGN REQUIREMENTS FOR NONSTRUCTURAL COMPONENTS . . . . . . . . . . . . . . . . . 121

14 MATERIAL-SPECIFIC SEISMIC DESIGN AND DETAILING REQUIREMENTS . . . . . . . . . . . . . . . . . 135

15 SEISMIC DESIGN REQUIREMENTS FOR NONBUILDING STRUCTURES. . . . . . . . . . . . . . . . . . . . 145

16 NONLINEAR RESPONSE HISTORY ANALYSIS. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 163

17 SEISMIC DESIGN REQUIREMENTS FOR SEISMICALLY ISOLATED STRUCTURES . . . . . . . . . . . . . 167

18 SEISMIC DESIGN REQUIREMENTS FOR STRUCTURES WITH DAMPING SYSTEMS. . . . . . . . . . . . . 181

19 SOIL–STRUCTURE INTERACTION FOR SEISMIC DESIGN. . . . . . . . . . . . . . . . . . . . . . . . . . . . 197

20 SITE CLASSIFICATION PROCEDURE FOR SEISMIC DESIGN . . . . . . . . . . . . . . . . . . . . . . . . . . 203

Minimum Design Loads and Associated Criteria for Buildings and Other Structures v

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



21 SITE-SPECIFIC GROUND MOTION PROCEDURES FOR SEISMIC DESIGN. . . . . . . . . . . . . . . . . . . 205

22 SEISMIC GROUND MOTION, LONG-PERIOD TRANSITION, AND RISK COEFFICIENT MAPS . . . . . . . 209

23 SEISMIC DESIGN REFERENCE DOCUMENTS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 237

24 RESERVED FOR FUTURE PROVISIONS. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 241

25 RESERVED FOR FUTURE PROVISIONS. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 243

26 WIND LOADS: GENERAL REQUIREMENTS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 245

27 WIND LOADS ON BUILDINGS: MAIN WIND FORCE RESISTING SYSTEM (DIRECTIONAL PROCEDURE) 273

28 WIND LOADS ON BUILDINGS: MAIN WIND FORCE RESISTING SYSTEM (ENVELOPE PROCEDURE). . 311

29 WIND LOADS ON BUILDING APPURTENANCES AND OTHER STRUCTURES: MAIN WIND FORCE
RESISTING SYSTEM (DIRECTIONAL PROCEDURE). . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 321

30 WIND LOADS: COMPONENTS AND CLADDING. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 333

31 WIND TUNNEL PROCEDURE. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 389

APPENDIX 11A QUALITY ASSURANCE PROVISIONS (Deleted) . . . . . . . . . . . . . . . . . . . . . . . . . . . . 391

APPENDIX 11B EXISTING BUILDING PROVISIONS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 393

APPENDIX C SERVICEABILITY CONSIDERATIONS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 395

APPENDIX D BUILDINGS EXEMPTED FROM TORSIONAL WIND LOAD CASES . . . . . . . . . . . . . . . . . . 397

APPENDIX E PERFORMANCE-BASED DESIGN PROCEDURES FOR FIRE EFFECTS ON STRUCTURES . . . . . 401

COMMENTARY TO STANDARD ASCE/SEI 7-16

C1 GENERAL . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 405

C2 COMBINATIONS OF LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 417

C3 DEAD LOADS, SOIL LOADS, AND HYDROSTATIC PRESSURE . . . . . . . . . . . . . . . . . . . . . . . . . 425

C4 LIVE LOADS. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 433

C5 FLOOD LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 439

C6 TSUNAMI LOADS AND EFFECTS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 447

vi STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C7 SNOW LOADS. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 489

C8 RAIN LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 507

C9 RESERVED FOR FUTURE COMMENTARY . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 515

C10 ICE LOADS—ATMOSPHERIC ICING. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 517

C11 SEISMIC DESIGN CRITERIA . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 525

C12 SEISMIC DESIGN REQUIREMENTS FOR BUILDING STRUCTURES. . . . . . . . . . . . . . . . . . . . . . . 543

C13 SEISMIC DESIGN REQUIREMENTS FOR NONSTRUCTURAL COMPONENTS . . . . . . . . . . . . . . . . . 593

C14 MATERIAL-SPECIFIC SEISMIC DESIGN AND DETAILING REQUIREMENTS . . . . . . . . . . . . . . . . . 619

C15 SEISMIC DESIGN REQUIREMENTS FOR NONBUILDING STRUCTURES. . . . . . . . . . . . . . . . . . . . 631

C16 NONLINEAR RESPONSE HISTORY ANALYSIS. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 657

C17 SEISMIC DESIGN REQUIREMENTS FOR SEISMICALLY ISOLATED STRUCTURES . . . . . . . . . . . . . 673

C18 SEISMIC DESIGN REQUIREMENTS FOR STRUCTURES WITH DAMPING SYSTEMS. . . . . . . . . . . . . 693

C19 SOIL–STRUCTURE INTERACTION FOR SEISMIC DESIGN. . . . . . . . . . . . . . . . . . . . . . . . . . . . 703

C20 SITE CLASSIFICATION PROCEDURE FOR SEISMIC DESIGN . . . . . . . . . . . . . . . . . . . . . . . . . . 709

C21 SITE-SPECIFIC GROUND MOTION PROCEDURES FOR SEISMIC DESIGN. . . . . . . . . . . . . . . . . . . 711

C22 SEISMIC GROUND MOTION, LONG-PERIOD TRANSITION, AND RISK COEFFICIENT MAPS . . . . . . . 717

C23 SEISMIC DESIGN REFERENCE DOCUMENTS (No Commentary) . . . . . . . . . . . . . . . . . . . . . . . . . 725

C24 RESERVED FOR FUTURE COMMENTARY . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 727

C25 RESERVED FOR FUTURE COMMENTARY . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 729

C26 WIND LOADS: GENERAL REQUIREMENTS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 731

C27 WIND LOADS ON BUILDINGS: MAIN WIND FORCE RESISTING SYSTEM (DIRECTIONAL PROCEDURE) 767

C28 WIND LOADS ON BUILDINGS: MAIN WIND FORCE RESISTING SYSTEM (ENVELOPE PROCEDURE). . 771

C29 WIND LOADS ON BUILDING APPURTENANCES AND OTHER STRUCTURES: MAIN WIND FORCE
RESISTING SYSTEM (DIRECTIONAL PROCEDURE). . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 775

Minimum Design Loads and Associated Criteria for Buildings and Other Structures vii

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C30 WIND LOADS: COMPONENTS AND CLADDING. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 781

C31 WIND TUNNEL PROCEDURE. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 793

APPENDIX C11A QUALITY ASSURANCE PROVISIONS (Deleted). . . . . . . . . . . . . . . . . . . . . . . . . . . . 797

APPENDIX C11B EXISTING BUILDING PROVISIONS (No Commentary) . . . . . . . . . . . . . . . . . . . . . . . . 799

APPENDIX CC SERVICEABILITY CONSIDERATIONS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 801

APPENDIX CD BUILDINGS EXEMPTED FROM TORSIONAL WIND LOAD CASES . . . . . . . . . . . . . . . . . 813

APPENDIX CE PERFORMANCE-BASED DESIGN PROCEDURES FOR FIRE EFFECTS ON STRUCTURES . . . .
815

INDEX. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . Index-1

viii STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



CONTENTS

ASCE STANDARDS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . iii

TIPS FOR USING THIS STANDARD . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . iv

ACKNOWLEDGMENTS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . xlvii

1 GENERAL . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1
1.1 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1
1.2 Definitions and Symbols . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1

1.2.1 Definitions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1
1.2.2 Symbols. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2

1.3 Basic Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2
1.3.1 Strength and Stiffness. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2

1.3.1.1 Strength Procedures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2
1.3.1.2 Allowable Stress Procedures. . . . . . . . . . . . . . . . . . . . . . . . . . . . 2
1.3.1.3 Performance-Based Procedures. . . . . . . . . . . . . . . . . . . . . . . . . . . 2

1.3.2 Serviceability. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3
1.3.3 Functionality. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3
1.3.4 Self-Straining Forces and Effects. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3
1.3.5 Analysis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3
1.3.6 Counteracting Structural Actions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3
1.3.7 Fire Resistance. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3

1.4 General Structural Integrity . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3
1.4.1 Load Path Connections. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 4
1.4.2 Lateral Forces. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 4
1.4.3 Connection to Supports. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 4
1.4.4 Anchorage of Structural Walls. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 4
1.4.5 Extraordinary Loads and Events. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 4

1.5 Classification of Buildings and other Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 4
1.5.1 Risk Categorization. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 4
1.5.2 Multiple Risk Categories. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 5
1.5.3 Toxic, Highly Toxic, and Explosive Substances. . . . . . . . . . . . . . . . . . . . . . . . . 5

1.6 Additions and Alterations to Existing Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 5
1.7 Load Tests . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 5
1.8 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 5

2 COMBINATIONS OF LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 7
2.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 7
2.2 Symbols . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 7
2.3 Load Combinations for Strength Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 7

2.3.1 Basic Combinations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 7
2.3.2 Load Combinations Including Flood Load. . . . . . . . . . . . . . . . . . . . . . . . . . . . 7
2.3.3 Load Combinations Including Atmospheric Ice Loads.. . . . . . . . . . . . . . . . . . . . . 7
2.3.4 Load Combinations Including Self-Straining Forces and Effects. . . . . . . . . . . . . . . . 7
2.3.5 Load Combinations for Nonspecified Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . 8
2.3.6 Basic Combinations with Seismic Load Effects. . . . . . . . . . . . . . . . . . . . . . . . . 8

2.4 Load Combinations for Allowable Stress Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 8
2.4.1 Basic Combinations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 8
2.4.2 Load Combinations Including Flood Load. . . . . . . . . . . . . . . . . . . . . . . . . . . . 8
2.4.3 Load Combinations Including Atmospheric Ice Loads.. . . . . . . . . . . . . . . . . . . . . 8
2.4.4 Load Combinations Including Self-Straining Forces and Effects. . . . . . . . . . . . . . . . 9
2.4.5 Basic Combinations with Seismic Load Effects. . . . . . . . . . . . . . . . . . . . . . . . . 9

2.5 Load Combinations for Extraordinary Events . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 9
2.5.1 Applicability. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 9
2.5.2 Load Combinations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 9

Minimum Design Loads and Associated Criteria for Buildings and Other Structures ix

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



2.5.2.1 Capacity. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 9
2.5.2.2 Residual Capacity. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 9

2.5.3 Stability Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 9
2.6 Load Combinations for General Structural Integrity Loads. . . . . . . . . . . . . . . . . . . . . . . . . 9

2.6.1 Strength Design Notional Load Combinations. . . . . . . . . . . . . . . . . . . . . . . . . . 9
2.6.2 Allowable Stress Design Notional Load Combinations. . . . . . . . . . . . . . . . . . . . . 9

2.7 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 9

3 DEAD LOADS, SOIL LOADS, AND HYDROSTATIC PRESSURE . . . . . . . . . . . . . . . . . . . . . . . . . 11
3.1 Dead Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 11

3.1.1 Definition. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 11
3.1.2 Weights of Materials and Constructions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 11
3.1.3 Weight of Fixed Service Equipment. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 11
3.1.4 Vegetative and Landscaped Roofs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 11
3.1.5 Solar Panels. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 12

3.2 Soil Loads and Hydrostatic Pressure . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 12
3.2.1 Lateral Pressures.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 12
3.2.2 Uplift Loads on Floors and Foundations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 12

3.3 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 12

4 LIVE LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 13
4.1 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 13
4.2 Loads Not Specified . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 13
4.3 Uniformly Distributed Live Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 13

4.3.1 Required Live Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 13
4.3.2 Provision for Partitions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 13
4.3.3 Partial Loading. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 13

4.4 Concentrated Live Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 13
4.5 Loads on Handrail, Guardrail, Grab Bar, and Vehicle Barrier Systems, and on Fixed Ladders. . . . . . 13

4.5.1 Handrail and Guardrail Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 13
4.5.1.1 Uniform Load. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 13
4.5.1.2 Guardrail System Component Loads. . . . . . . . . . . . . . . . . . . . . . . . 16

4.5.2 Grab Bar Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 16
4.5.3 Vehicle Barrier Systems.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 16
4.5.4 Fixed Ladders. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 16

4.6 Impact Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 16
4.6.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 16
4.6.2 Elevators. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 16
4.6.3 Machinery. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 16
4.6.4 Elements Supporting Hoists for Façade Access and Building Maintenance Equipment. . . . 16
4.6.5 Fall Arrest and Lifeline Anchorages. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 16

4.7 Reduction in Uniform Live Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 16
4.7.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 16
4.7.2 Reduction in Uniform Live Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 16
4.7.3 Heavy Live Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 17
4.7.4 Passenger Vehicle Garages. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 17
4.7.5 Assembly Uses. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 17
4.7.6 Limitations on One-Way Slabs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 17

4.8 Reduction in Roof Live Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 17
4.8.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 17
4.8.2 Ordinary Roofs, Awnings, and Canopies. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 17
4.8.3 Occupiable Roofs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 17

4.9 Crane Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 17
4.9.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 17
4.9.2 Maximum Wheel Load. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18
4.9.3 Vertical Impact Force. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18
4.9.4 Lateral Force.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18
4.9.5 Longitudinal Force. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18

4.10 Garage Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18
4.10.1 Passenger Vehicle Garages. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18
4.10.2 Truck and Bus Garages. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18

x STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



4.11 Helipad Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18
4.11.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18
4.11.2 Concentrated Helicopter Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18

4.12 Uninhabitable Attics . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18
4.12.1 Uninhabitable Attics without Storage. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18
4.12.2 Uninhabitable Attics with Storage. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18

4.13 Library Stack Rooms. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18
4.14 Seating for Assembly Uses . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 18
4.15 Sidewalks, Vehicular Driveways, and Yards Subject to Trucking . . . . . . . . . . . . . . . . . . . . . 19

4.15.1 Uniform Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 19
4.15.2 Concentrated Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 19

4.16 Stair Treads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 19
4.17 Solar Panel Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 19

4.17.1 Roof Loads at Solar Panels. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 19
4.17.2 Load Combination.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 19
4.17.3 Open-Grid Roof Structures Supporting Solar Panels. . . . . . . . . . . . . . . . . . . . . . . 19

4.18 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 19

5 FLOOD LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 21
5.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 21
5.2 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 21
5.3 Design Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 21

5.3.1 Design Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 21
5.3.2 Erosion and Scour. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 21
5.3.3 Loads on Breakaway Walls. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 21

5.4 Loads during Flooding . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 21
5.4.1 Load Basis.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 21
5.4.2 Hydrostatic Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 21
5.4.3 Hydrodynamic Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 22
5.4.4 Wave Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 22

5.4.4.1 Breaking Wave Loads on Vertical Pilings and Columns.. . . . . . . . . . . . . 22
5.4.4.2 Breaking Wave Loads on Vertical Walls. . . . . . . . . . . . . . . . . . . . . . 22
5.4.4.3 Breaking Wave Loads on Nonvertical Walls. . . . . . . . . . . . . . . . . . . . 23
5.4.4.4 Breaking Wave Loads from Obliquely Incident Waves. . . . . . . . . . . . . . 23

5.4.5 Impact Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 23
5.5 Consensus Standards and Other Affiliated Criteria . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 23

6 TSUNAMI LOADS AND EFFECTS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 25
6.1 General Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 25

6.1.1 Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 25
6.2 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 25
6.3 Symbols and Notation . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 29
6.4 Tsunami Risk Categories . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 30
6.5 Analysis of Design Inundation Depth and Flow Velocity . . . . . . . . . . . . . . . . . . . . . . . . . 30

6.5.1 Tsunami Risk Category II and III Buildings and Other Structures. . . . . . . . . . . . . . . 30
6.5.1.1 Runup Evaluation for Areas Where No Map Values Are Given. . . . . . . . . 30

6.5.2 Tsunami Risk Category IV Buildings and Other Structures. . . . . . . . . . . . . . . . . . . 30
6.5.3 Sea Level Change. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 31

6.6 Inundation Depths and Flow Velocities Based on Runup . . . . . . . . . . . . . . . . . . . . . . . . . 31
6.6.1 Maximum Inundation Depth and Flow Velocities Based on Runup.. . . . . . . . . . . . . . 31
6.6.2 Energy Grade Line Analysis of Maximum Inundation Depths and Flow Velocities. . . . . . 31
6.6.3 Terrain Roughness.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 32
6.6.4 Tsunami Bores.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 32
6.6.5 Amplified Flow Velocities. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 32

6.7 Inundation Depths and Flow Velocities Based on Site-Specific Probabilistic Tsunami
Hazard Analysis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 32
6.7.1 Tsunami Waveform. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 32
6.7.2 Tsunamigenic Sources.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 32
6.7.3 Earthquake Rupture Unit Source Tsunami Functions for Offshore Tsunami Amplitude. . . . 32
6.7.4 Treatment of Modeling and Natural Uncertainties. . . . . . . . . . . . . . . . . . . . . . . . 35
6.7.5 Offshore Tsunami Amplitude. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 35

6.7.5.1 Offshore Tsunami Amplitude for Distant Seismic Sources. . . . . . . . . . . . 36
6.7.5.2 Direct Computation of Probabilistic Inundation and Runup. . . . . . . . . . . . 36

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xi

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



6.7.6 Procedures for Determining Tsunami Inundation and Runup. . . . . . . . . . . . . . . . . . 36
6.7.6.1 Representative Design Inundation Parameters. . . . . . . . . . . . . . . . . . . 36
6.7.6.2 Seismic Subsidence before Tsunami Arrival. . . . . . . . . . . . . . . . . . . . 36
6.7.6.3 Model Macroroughness Parameter. . . . . . . . . . . . . . . . . . . . . . . . . 36
6.7.6.4 Nonlinear Modeling of Inundation. . . . . . . . . . . . . . . . . . . . . . . . . 36
6.7.6.5 Model Spatial Resolution. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 36
6.7.6.6 Built Environment. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 36
6.7.6.7 Inundation Model Validation . . . . . . . . . . . . . . . . . . . . . . . . . . . 36
6.7.6.8 Determining Site-Specific Inundation Flow Parameters. . . . . . . . . . . . . . 36
6.7.6.9 Tsunami Design Parameters for Flow over Land.. . . . . . . . . . . . . . . . . 38

6.8 Structural Design Procedures for Tsunami Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 38
6.8.1 Performance of Tsunami Risk Category II and III Buildings and Other Structures.. . . . . . 38
6.8.2 Performance of Tsunami Risk Category III Critical Facilities and Tsunami Risk

Category IV Buildings and Other Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . 38
6.8.3 Structural Performance Evaluation. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 38

6.8.3.1 Load Cases. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 38
6.8.3.2 Tsunami Importance Factors. . . . . . . . . . . . . . . . . . . . . . . . . . . . 38
6.8.3.3 Load Combinations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 38
6.8.3.4 Lateral-Force-Resisting System Acceptance Criteria. . . . . . . . . . . . . . . . 39
6.8.3.5 Structural Component Acceptance Criteria. . . . . . . . . . . . . . . . . . . . . 39

6.8.4 Minimum Fluid Density for Tsunami Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . 40
6.8.5 Flow Velocity Amplification. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 40

6.8.5.1 Upstream Obstructing Structures. . . . . . . . . . . . . . . . . . . . . . . . . . 40
6.8.5.2 Flow Velocity Amplification by Physical or Numerical Modeling. . . . . . . . 40

6.8.6 Directionality of Flow . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 40
6.8.6.1 Flow Direction.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 40
6.8.6.2 Site-Specific Directionality. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 41

6.8.7 Minimum Closure Ratio for Load Determination. . . . . . . . . . . . . . . . . . . . . . . . 41
6.8.8 Minimum Number of Tsunami Flow Cycles. . . . . . . . . . . . . . . . . . . . . . . . . . . 41
6.8.9 Seismic Effects on the Foundations Preceding Local Subduction Zone Maximum

Considered Tsunami.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 41
6.8.10 Physical Modeling of Tsunami Flow, Loads, and Effects. . . . . . . . . . . . . . . . . . . . 41

6.9 Hydrostatic Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 41
6.9.1 Buoyancy. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 41
6.9.2 Unbalanced Lateral Hydrostatic Force. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 41
6.9.3 Residual Water Surcharge Load on Floors and Walls. . . . . . . . . . . . . . . . . . . . . . 42
6.9.4 Hydrostatic Surcharge Pressure on Foundation.. . . . . . . . . . . . . . . . . . . . . . . . . 42

6.10 Hydrodynamic Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 42
6.10.1 Simplified Equivalent Uniform Lateral Static Pressure.. . . . . . . . . . . . . . . . . . . . . 42
6.10.2 Detailed Hydrodynamic Lateral Forces . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 42

6.10.2.1 Overall Drag Force on Buildings and Other Structures. . . . . . . . . . . . . . 42
6.10.2.2 Drag Force on Components. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 42
6.10.2.3 Tsunami Loads on Vertical Structural Components, Fw. . . . . . . . . . . . . . 42
6.10.2.4 Hydrodynamic Load on Perforated Walls, Fpw.. . . . . . . . . . . . . . . . . . 43
6.10.2.5 Walls Angled to the Flow.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 43

6.10.3 Hydrodynamic Pressures Associated with Slabs . . . . . . . . . . . . . . . . . . . . . . . . 43
6.10.3.1 Flow Stagnation Pressure. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 43
6.10.3.2 Hydrodynamic Surge Uplift at Horizontal Slabs. . . . . . . . . . . . . . . . . . 43
6.10.3.3 Tsunami Bore Flow Entrapped in Structural Wall-Slab Recesses. . . . . . . . . 43

6.11 Debris Impact Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 44
6.11.1 Alternative Simplified Debris Impact Static Load. . . . . . . . . . . . . . . . . . . . . . . . 44
6.11.2 Wood Logs and Poles. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 44
6.11.3 Impact by Vehicles. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 44
6.11.4 Impact by Submerged Tumbling Boulder and Concrete Debris. . . . . . . . . . . . . . . . . 45
6.11.5 Site Hazard Assessment for Shipping Containers, Ships, and Barges. . . . . . . . . . . . . . 45
6.11.6 Shipping Containers. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 45
6.11.7 Extraordinary Debris Impacts. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 46
6.11.8 Alternative Methods of Response Analysis.. . . . . . . . . . . . . . . . . . . . . . . . . . . 46

6.12 Foundation Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 46
6.12.1 Resistance Factors for Foundation Stability Analyses. . . . . . . . . . . . . . . . . . . . . . 46
6.12.2 Load and Effect Characterization. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 46

6.12.2.1 Uplift and Underseepage Forces. . . . . . . . . . . . . . . . . . . . . . . . . . 47
6.12.2.2 Loss of Strength. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 47
6.12.2.3 General Erosion. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 47
6.12.2.4 Scour.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 47

xii STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



6.12.2.5 Horizontal Soil Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 48
6.12.2.6 Displacements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 48

6.12.3 Alternative Foundation Performance-Based Design Criteria. . . . . . . . . . . . . . . . . . . 48
6.12.4 Foundation Countermeasures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 48

6.12.4.1 Fill. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 48
6.12.4.2 Protective Slab on Grade. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 48
6.12.4.3 Geotextiles and Reinforced Earth Systems. . . . . . . . . . . . . . . . . . . . . 48
6.12.4.4 Facing Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 48
6.12.4.5 Ground Improvement. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 49

6.13 Structural Countermeasures for Tsunami Loading . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 49
6.13.1 Open Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 49
6.13.2 Tsunami Barriers. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 49

6.13.2.1 Information on Existing Buildings and Other Structures to Be Protected. . . . . 49
6.13.2.2 Site Layout. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 49

6.14 Tsunami Vertical Evacuation Refuge Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 49
6.14.1 Minimum Inundation Elevation and Depth. . . . . . . . . . . . . . . . . . . . . . . . . . . . 49
6.14.2 Refuge Live Load. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 49
6.14.3 Laydown Impacts. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 49
6.14.4 Information on Construction Documents. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 49
6.14.5 Peer Review. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 49

6.15 Designated Nonstructural Components and Systems . . . . . . . . . . . . . . . . . . . . . . . . . . . . 50
6.15.1 Performance Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 50

6.16 Nonbuilding Tsunami Risk Category III and IV Structures . . . . . . . . . . . . . . . . . . . . . . . . 50
6.16.1 Requirements for Tsunami Risk Category III Nonbuilding Structures.. . . . . . . . . . . . . 50
6.16.2 Requirements for Tsunami Risk Category IV Nonbuilding Structures. . . . . . . . . . . . . 50

6.17 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 50

7 SNOW LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 51
7.1 Definitions and Symbols . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 51

7.1.1 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 51
7.1.2 Symbols . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 51

7.2 Ground Snow Loads, pg . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 51
7.3 Flat Roof Snow Loads, pf . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 51

7.3.1 Exposure Factor, Ce. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 52
7.3.2 Thermal Factor, Ct. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 52
7.3.3 Importance Factor, Is. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 52
7.3.4 Minimum Snow Load for Low-Slope Roofs, pm. . . . . . . . . . . . . . . . . . . . . . . . . 52

7.4 Sloped Roof Snow Loads, ps . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 54
7.4.1 Warm Roof Slope Factor, Cs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 54
7.4.2 Cold Roof Slope Factor, Cs.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 54
7.4.3 Roof Slope Factor for Curved Roofs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 54
7.4.4 Roof Slope Factor for Multiple Folded Plate, Sawtooth, and Barrel Vault Roofs. . . . . . . 54
7.4.5 Ice Dams and Icicles along Eaves. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 54
7.4.6 Sloped Roof Snow Loads for Air-Supported Structures. . . . . . . . . . . . . . . . . . . . . 54

7.5 Partial Loading . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 54
7.5.1 Continuous Beam Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 54
7.5.2 Other Structural Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 57

7.6 Unbalanced Roof Snow Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 57
7.6.1 Unbalanced Snow Loads for Hip and Gable Roofs. . . . . . . . . . . . . . . . . . . . . . . 57
7.6.2 Unbalanced Snow Loads for Curved Roofs. . . . . . . . . . . . . . . . . . . . . . . . . . . 58
7.6.3 Unbalanced Snow Loads for Multiple Folded Plate, Sawtooth, and Barrel

Vault Roofs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .
59

7.6.4 Unbalanced Snow Loads for Dome Roofs. . . . . . . . . . . . . . . . . . . . . . . . . . . . 59
7.7 Drifts on Lower Roofs (Aerodynamic Shade). . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 59

7.7.1 Lower Roof of a Structure. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 59
7.7.2 Adjacent Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 59
7.7.3 Intersecting Drifts at Low Roofs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 60

7.8 Roof Projections and Parapets . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 61
7.9 Sliding Snow . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 61
7.10 Rain-On-Snow Surcharge Load . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 62
7.11 Ponding Instability . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 62
7.12 Existing Roofs . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 62

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xiii

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



7.13 Snow on Open-Frame Equipment Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 63
7.13.1 Snow at Top Level. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 63
7.13.2 Snow at Levels below the Top Level.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 63
7.13.3 Snow Loads on Pipes and Cable Trays.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 64
7.13.4 Snow Loads on Equipment and Equipment Platforms. . . . . . . . . . . . . . . . . . . . . . 64

7.14 Consensus Standards and other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 64

8 RAIN LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 65
8.1 Definitions and Symbols . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 65

8.1.1 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 65
8.1.2 Symbols . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 65

8.2 Roof Drainage . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 65
8.3 Design Rain Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 65
8.4 Ponding Instability and Ponding Load . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 65
8.5 Controlled Drainage . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 65
8.6 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 65

9 RESERVED FOR FUTURE PROVISIONS. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 67

10 ICE LOADS—ATMOSPHERIC ICING . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 69
10.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 69

10.1.1 Site-Specific Studies. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 69
10.1.2 Dynamic Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 69
10.1.3 Exclusions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 69

10.2 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 69
10.3 Symbols . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 69
10.4 Ice Loads Caused by Freezing Rain. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 70

10.4.1 Ice Weight. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 70
10.4.2 Nominal Ice Thickness. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 70
10.4.3 Height Factor. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 70
10.4.4 Importance Factors. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 70
10.4.5 Topographic Factor. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 70
10.4.6 Design Ice Thickness for Freezing Rain. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 71

10.5 Wind on Ice-Covered Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 71
10.5.1 Wind on Ice-Covered Chimneys, Tanks, and Similar Structures. . . . . . . . . . . . . . . . 71
10.5.2 Wind on Ice-Covered Solid Freestanding Walls and Solid Signs. . . . . . . . . . . . . . . . 71
10.5.3 Wind on Ice-Covered Open Signs and Lattice Frameworks. . . . . . . . . . . . . . . . . . . 71
10.5.4 Wind on Ice-Covered Trussed Towers. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 71
10.5.5 Wind on Ice-Covered Guys and Cables. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 71

10.6 Design Temperatures for Freezing Rain . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 71
10.7 Partial Loading . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 71
10.8 Design Procedure. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 71
10.9 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 71

11 SEISMIC DESIGN CRITERIA . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 77
11.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 77

11.1.1 Purpose. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 77
11.1.2 Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 77
11.1.3 Applicability. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 77
11.1.4 Alternate Materials and Methods of Construction. . . . . . . . . . . . . . . . . . . . . . . . 77
11.1.5 Quality Assurance. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 77

11.2 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 77
11.3 Symbols . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 81
11.4 Seismic Ground Motion Values . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 83

11.4.1 Near-Fault Sites. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 83
11.4.2 Mapped Acceleration Parameters. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 83
11.4.3 Site Class. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 84
11.4.4 Site Coefficients and Risk-Targeted Maximum Considered Earthquake (MCER) Spectral

Response Acceleration Parameters. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .
84

11.4.5 Design Spectral Acceleration Parameters. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 84
11.4.6 Design Response Spectrum. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 84
11.4.7 Risk-Targeted Maximum Considered Earthquake (MCER) Response Spectrum. . . . . . . . 85

xiv STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



11.4.8 Site-Specific Ground Motion Procedures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 85
11.5 Importance Factor and Risk Category . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 85

11.5.1 Importance Factor. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 85
11.5.2 Protected Access for Risk Category IV.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 85

11.6 Seismic Design Category . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 85
11.7 Design Requirements for Seismic Design Category A . . . . . . . . . . . . . . . . . . . . . . . . . . . 86
11.8 Geologic Hazards and Geotechnical Investigation . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 86

11.8.1 Site Limitation for Seismic Design Categories E and F. . . . . . . . . . . . . . . . . . . . . 86
11.8.2 Geotechnical Investigation Report Requirements for Seismic Design

Categories C through F. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 86
11.8.3 Additional Geotechnical Investigation Report Requirements for Seismic

Design Categories D through F. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 86
11.9 Vertical Ground Motions For Seismic Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 87

11.9.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 87
11.9.2 MCER Vertical Response Spectrum. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 87
11.9.3 Design Vertical Response Spectrum. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 87

11.10 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 87

12 SEISMIC DESIGN REQUIREMENTS FOR BUILDING STRUCTURES . . . . . . . . . . . . . . . . . . . . . . 89
12.1 Structural Design Basis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 89

12.1.1 Basic Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 89
12.1.2 Member Design, Connection Design, and Deformation Limit . . . . . . . . . . . . . . . . . 89
12.1.3 Continuous Load Path and Interconnection . . . . . . . . . . . . . . . . . . . . . . . . . . . 89
12.1.4 Connection to Supports . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 89
12.1.5 Foundation Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 89
12.1.6 Material Design and Detailing Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . 89

12.2 Structural System Selection . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 89
12.2.1 Selection and Limitations . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 89

12.2.1.1 Alternative Structural Systems . . . . . . . . . . . . . . . . . . . . . . . . . . . 93
12.2.1.2 Elements of Seismic Force-Resisting Systems . . . . . . . . . . . . . . . . . . 93

12.2.2 Combinations of Framing Systems in Different Directions. . . . . . . . . . . . . . . . . . . 93
12.2.3 Combinations of Framing Systems in the Same Direction . . . . . . . . . . . . . . . . . . . 93

12.2.3.1 R, Cd, and Ω0 Values for Vertical Combinations . . . . . . . . . . . . . . . . . 93
12.2.3.2 Two-Stage Analysis Procedure . . . . . . . . . . . . . . . . . . . . . . . . . . 93
12.2.3.3 R, Cd, and Ω0 Values for Horizontal Combinations . . . . . . . . . . . . . . . 94

12.2.4 Combination Framing Detailing Requirements . . . . . . . . . . . . . . . . . . . . . . . . . 94
12.2.5 System-Specific Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 94

12.2.5.1 Dual System . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 94
12.2.5.2 Cantilever Column Systems . . . . . . . . . . . . . . . . . . . . . . . . . . . . 94
12.2.5.3 Inverted Pendulum-Type Structures . . . . . . . . . . . . . . . . . . . . . . . . 94
12.2.5.4 Increased Structural Height Limit for Steel Eccentrically Braced Frames, Steel

Special Concentrically Braced Frames, Steel Buckling-Restrained Braced Frames,
Steel Special Plate Shear Walls, and Special Reinforced Concrete Shear Walls.

94
12.2.5.5 Special Moment Frames in Structures Assigned to Seismic Design

Categories D through F . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 94
12.2.5.6 Steel Ordinary Moment Frames . . . . . . . . . . . . . . . . . . . . . . . . . . 94
12.2.5.7 Steel Intermediate Moment Frames . . . . . . . . . . . . . . . . . . . . . . . . 95
12.2.5.8 Shear Wall–Frame Interactive Systems . . . . . . . . . . . . . . . . . . . . . . 96

12.3 Diaphragm Flexibility, Configuration Irregularities, and Redundancy . . . . . . . . . . . . . . . . . . . 96
12.3.1 Diaphragm Flexibility . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 96

12.3.1.1 Flexible Diaphragm Condition. . . . . . . . . . . . . . . . . . . . . . . . . . . 96
12.3.1.2 Rigid Diaphragm Condition . . . . . . . . . . . . . . . . . . . . . . . . . . . . 96
12.3.1.3 Calculated Flexible Diaphragm Condition. . . . . . . . . . . . . . . . . . . . . 96

12.3.2 Irregular and Regular Classification . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 96
12.3.2.1 Horizontal Irregularity . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 96
12.3.2.2 Vertical Irregularity . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 96

12.3.3 Limitations and Additional Requirements for Systems with Structural Irregularities . . . . . 97
12.3.3.1 Prohibited Horizontal and Vertical Irregularities for Seismic Design

Categories D through F . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 97
12.3.3.2 Extreme Weak Stories . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 97
12.3.3.3 Elements Supporting Discontinuous Walls or Frames . . . . . . . . . . . . . . 97
12.3.3.4 Increase in Forces Caused by Irregularities for Seismic Design

Categories D through F . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 97

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xv

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



12.3.4 Redundancy . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 98
12.3.4.1 Conditions Where Value of ρ is 1.0. . . . . . . . . . . . . . . . . . . . . . . . 98
12.3.4.2 Redundancy Factor, ρ, for Seismic Design Categories D through F . . . . . . . 98

12.4 Seismic Load Effects and Combinations . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 98
12.4.1 Applicability . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 98
12.4.2 Seismic Load Effect . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 98

12.4.2.1 Horizontal Seismic Load Effect . . . . . . . . . . . . . . . . . . . . . . . . . . 99
12.4.2.2 Vertical Seismic Load Effect . . . . . . . . . . . . . . . . . . . . . . . . . . . 99

12.4.3 Seismic Load Effects Including Overstrength . . . . . . . . . . . . . . . . . . . . . . . . . . 99
12.4.3.1 Horizontal Seismic Load Effect Including Overstrength . . . . . . . . . . . . . 99
12.4.3.2 Capacity-Limited Horizontal Seismic Load Effect . . . . . . . . . . . . . . . . 99

12.4.4 Minimum Upward Force for Horizontal Cantilevers for Seismic Design
Categories D through F . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 99

12.5 Direction of Loading . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 99
12.5.1 Direction of Loading Criteria . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 99
12.5.2 Seismic Design Category B . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 99
12.5.3 Seismic Design Category C . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 100

12.5.3.1 Structures with Nonparallel System Irregularities . . . . . . . . . . . . . . . . . 100
12.5.4 Seismic Design Categories D through F . . . . . . . . . . . . . . . . . . . . . . . . . . . . 100

12.6 Analysis Procedure Selection . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 100
12.7 Modeling Criteria . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 100

12.7.1 Foundation Modeling . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 100
12.7.2 Effective Seismic Weight . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 100
12.7.3 Structural Modeling . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 101
12.7.4 Interaction Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 101

12.8 Equivalent Lateral Force (ELF) Procedure . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 101
12.8.1 Seismic Base Shear . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 101

12.8.1.1 Calculation of Seismic Response Coefficient . . . . . . . . . . . . . . . . . . . 101
12.8.1.2 Soil–Structure Interaction Reduction . . . . . . . . . . . . . . . . . . . . . . . 101
12.8.1.3 Maximum SDS Value in Determination of Cs and Ev . . . . . . . . . . . . . . . 101

12.8.2 Period Determination. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 102
12.8.2.1 Approximate Fundamental Period . . . . . . . . . . . . . . . . . . . . . . . . . 102

12.8.3 Vertical Distribution of Seismic Forces . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 102
12.8.4 Horizontal Distribution of Forces . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 102

12.8.4.1 Inherent Torsion . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 103
12.8.4.2 Accidental Torsion . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 103
12.8.4.3 Amplification of Accidental Torsional Moment. . . . . . . . . . . . . . . . . . 103

12.8.5 Overturning. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 103
12.8.6 Story Drift Determination . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 103

12.8.6.1 Minimum Base Shear for Computing Drift . . . . . . . . . . . . . . . . . . . . 104
12.8.6.2 Period for Computing Drift . . . . . . . . . . . . . . . . . . . . . . . . . . . . 104

12.8.7 P-Delta Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 104
12.9 Linear Dynamic Analysis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 104

12.9.1 Modal Response Spectrum Analysis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 104
12.9.1.1 Number of Modes . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 104
12.9.1.2 Modal Response Parameters . . . . . . . . . . . . . . . . . . . . . . . . . . . . 104
12.9.1.3 Combined Response Parameters . . . . . . . . . . . . . . . . . . . . . . . . . . 104
12.9.1.4 Scaling Design Values of Combined Response . . . . . . . . . . . . . . . . . . 104
12.9.1.5 Horizontal Shear Distribution . . . . . . . . . . . . . . . . . . . . . . . . . . . 105
12.9.1.6 P-Delta Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 105
12.9.1.7 Soil–Structure Interaction Reduction . . . . . . . . . . . . . . . . . . . . . . . 105
12.9.1.8 Structural Modeling . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 105

12.9.2 Linear Response History Analysis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 105
12.9.2.1 General Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 105
12.9.2.2 General Modeling Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . 105
12.9.2.3 Ground Motion Selection and Modification . . . . . . . . . . . . . . . . . . . . 105
12.9.2.4 Application of Ground Acceleration Histories . . . . . . . . . . . . . . . . . . 105
12.9.2.5 Modification of Response for Design . . . . . . . . . . . . . . . . . . . . . . . 105
12.9.2.6 Enveloping of Force Response Quantities. . . . . . . . . . . . . . . . . . . . . 106
12.9.2.7 Enveloping of Displacement Response Quantities . . . . . . . . . . . . . . . . 106

12.10 Diaphragms, Chords, and Collectors . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 106
12.10.1 Diaphragm Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 106

12.10.1.1 Diaphragm Design Forces . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 106

xvi STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



12.10.2 Collector Elements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 106
12.10.2.1 Collector Elements Requiring Load Combinations Including Overstrength

for Seismic Design Categories C through F. . . . . . . . . . . . . . . . . . . .
106

12.10.3 Alternative Design Provisions for Diaphragms, Including Chords and Collectors . . . . . . . 107
12.10.3.1 Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 107
12.10.3.2 Seismic Design Forces for Diaphragms, Including Chords and Collectors. . . . 107
12.10.3.3 Transfer Forces in Diaphragms . . . . . . . . . . . . . . . . . . . . . . . . . . 108
12.10.3.4 Collectors—Seismic Design Categories C through F . . . . . . . . . . . . . . . 108
12.10.3.5 Diaphragm Design Force Reduction Factor . . . . . . . . . . . . . . . . . . . . 108

12.11 Structural Walls and Their Anchorage . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 108
12.11.1 Design for Out-of-Plane Forces . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 108
12.11.2 Anchorage of Structural Walls and Transfer of Design Forces into Diaphragms or Other

Supporting Structural Elements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .
108

12.11.2.1 Wall Anchorage Forces . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 108
12.11.2.2 Additional Requirements for Anchorage of Concrete or Masonry

Structural Walls to Diaphragms in Structures Assigned to Seismic
Design Categories C through F . . . . . . . . . . . . . . . . . . . . . . . . . . 109

12.12 Drift and Deformation . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 109
12.12.1 Story Drift Limit . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 109

12.12.1.1 Moment Frames in Structures Assigned to Seismic Design
Categories D through F . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 109

12.12.2 Diaphragm Deflection . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 109
12.12.3 Structural Separation . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 109
12.12.4 Members Spanning between Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 110
12.12.5 Deformation Compatibility for Seismic Design Categories D through F. . . . . . . . . . . . 110

12.13 Foundation Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 110
12.13.1 Design Basis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 110
12.13.2 Materials of Construction . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 110
12.13.3 Foundation Load-Deformation Characteristics . . . . . . . . . . . . . . . . . . . . . . . . . 110
12.13.4 Reduction of Foundation Overturning. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 110
12.13.5 Strength Design for Foundation Geotechnical Capacity . . . . . . . . . . . . . . . . . . . . 110

12.13.5.1 Nominal Strength. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 110
12.13.5.2 Resistance Factors . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 111
12.13.5.3 Acceptance Criteria . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 111

12.13.6 Allowable Stress Design for Foundation Geotechnical Capacity . . . . . . . . . . . . . . . . 111
12.13.7 Requirements for Structures Assigned to Seismic Design Category C. . . . . . . . . . . . . 111

12.13.7.1 Pole-Type Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 111
12.13.7.2 Foundation Ties . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 111
12.13.7.3 Pile Anchorage Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . 111

12.13.8 Requirements for Structures Assigned to Seismic Design Categories D through F . . . . . . 111
12.13.8.1 Pole-Type Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 111
12.13.8.2 Foundation Ties . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 111
12.13.8.3 General Pile Design Requirement . . . . . . . . . . . . . . . . . . . . . . . . . 112
12.13.8.4 Batter Piles . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 112
12.13.8.5 Pile Anchorage Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . 112
12.13.8.6 Splices of Pile Segments. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 112
12.13.8.7 Pile–Soil Interaction . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 112
12.13.8.8 Pile Group Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 112

12.13.9 Requirements for Foundations on Liquefiable Sites . . . . . . . . . . . . . . . . . . . . . . 112
12.13.9.1 Foundation Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 112
12.13.9.2 Shallow Foundations . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 112
12.13.9.3 Deep Foundations . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 113

12.14 Simplified Alternative Structural Design Criteria for Simple Bearing Wall or Building
Frame Systems . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 114
12.14.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 114

12.14.1.1 Simplified Design Procedure. . . . . . . . . . . . . . . . . . . . . . . . . . . . 114
12.14.1.2 Reference Documents . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 114
12.14.1.3 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 114
12.14.1.4 Notation . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 114

12.14.2 Design Basis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 116
12.14.3 Seismic Load Effects. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 116

12.14.3.1 Seismic Load Effect . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 116
12.14.3.2 Seismic Load Effect Including Overstrength . . . . . . . . . . . . . . . . . . . 116

12.14.4 Seismic Force-Resisting System . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 117
12.14.4.1 Selection and Limitations . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 117

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xvii

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



12.14.4.2 Combinations of Framing Systems . . . . . . . . . . . . . . . . . . . . . . . . 117
12.14.5 Diaphragm Flexibility . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 117
12.14.6 Application of Loading . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 117
12.14.7 Design and Detailing Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 117

12.14.7.1 Connections . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 117
12.14.7.2 Openings or Reentrant Building Corners . . . . . . . . . . . . . . . . . . . . . 118
12.14.7.3 Collector Elements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 118
12.14.7.4 Diaphragms. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 118
12.14.7.5 Anchorage of Structural Walls. . . . . . . . . . . . . . . . . . . . . . . . . . . 118
12.14.7.6 Bearing Walls and Shear Walls . . . . . . . . . . . . . . . . . . . . . . . . . . 118
12.14.7.7 Anchorage of Nonstructural Systems . . . . . . . . . . . . . . . . . . . . . . . 118

12.14.8 Simplified Lateral Force Analysis Procedure . . . . . . . . . . . . . . . . . . . . . . . . . . 118
12.14.8.1 Seismic Base Shear . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 118
12.14.8.2 Vertical Distribution . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 119
12.14.8.3 Horizontal Shear Distribution . . . . . . . . . . . . . . . . . . . . . . . . . . . 119
12.14.8.4 Overturning. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 119
12.14.8.5 Drift Limits and Building Separation . . . . . . . . . . . . . . . . . . . . . . . 119

12.15 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 119

13 SEISMIC DESIGN REQUIREMENTS FOR NONSTRUCTURAL COMPONENTS . . . . . . . . . . . . . . . . . 121
13.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 121

13.1.1 Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 121
13.1.2 Seismic Design Category. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 121
13.1.3 Component Importance Factor. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 121
13.1.4 Exemptions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 121
13.1.5 Premanufactured Modular Mechanical and Electrical Systems. . . . . . . . . . . . . . . . . 121
13.1.6 Application of Nonstructural Component Requirements to Nonbuilding Structures. . . . . . 121
13.1.7 Reference Documents. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 121
13.1.8 Reference Documents Using Allowable Stress Design.. . . . . . . . . . . . . . . . . . . . . 122

13.2 General Design Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 122
13.2.1 Applicable Requirements for Architectural, Mechanical, and Electrical Components,

Supports, and Attachments. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 122
13.2.2 Special Certification Requirements for Designated Seismic Systems. . . . . . . . . . . . . . 122
13.2.3 Consequential Damage. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 122

13.2.3.1 Clearances between Equipment, Distribution Systems, Supports,
and Sprinkler System Drops and Sprigs. . . . . . . . . . . . . . . . . . . . . . 122

13.2.4 Flexibility. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 122
13.2.5 Testing Alternative for Seismic Capacity Determination.. . . . . . . . . . . . . . . . . . . . 122
13.2.6 Experience Data Alternative for Seismic Capacity Determination. . . . . . . . . . . . . . . . 123
13.2.7 Construction Documents. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 123

13.3 Seismic Demands on Nonstructural Components . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 123
13.3.1 Seismic Design Force . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 123

13.3.1.1 Horizontal Force.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 123
13.3.1.2 Vertical Force. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 123
13.3.1.3 Nonseismic Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 123
13.3.1.4 Dynamic Analysis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 123

13.3.2 Seismic Relative Displacements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 124
13.3.2.1 Displacements within Structures. . . . . . . . . . . . . . . . . . . . . . . . . . 124
13.3.2.2 Displacements between Structures. . . . . . . . . . . . . . . . . . . . . . . . . 124

13.3.3 Component Period.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 124
13.4 Nonstructural Component Anchorage . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 125

13.4.1 Design Force in the Attachment. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 125
13.4.2 Anchors in Concrete or Masonry . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 125

13.4.2.1 Anchors in Concrete.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 125
13.4.2.2 Anchors in Masonry.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 125
13.4.2.3 Post-Installed Anchors in Concrete and Masonry. . . . . . . . . . . . . . . . . 125

13.4.3 Installation Conditions.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 125
13.4.4 Multiple Attachments. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 125
13.4.5 Power-Actuated Fasteners. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 125
13.4.6 Friction Clips. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 125

13.5 Architectural Components . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 125
13.5.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 125
13.5.2 Forces and Displacements.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 125
13.5.3 Exterior Nonstructural Wall Elements and Connections. . . . . . . . . . . . . . . . . . . . . 125

xviii STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



13.5.4 Glass. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 126
13.5.5 Out-of-Plane Bending. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 126
13.5.6 Suspended Ceilings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 127

13.5.6.1 Seismic Forces.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 127
13.5.6.2 Industry Standard Construction for Acoustical Tile or Lay-In

Panel Ceilings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 127
13.5.6.3 Integral Construction. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 127

13.5.7 Access Floors . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 127
13.5.7.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 127
13.5.7.2 Special Access Floors. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 127

13.5.8 Partitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 128
13.5.8.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 128
13.5.8.2 Glass. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 128

13.5.9 Glass in Glazed Curtain Walls, Glazed Storefronts, and Glazed Partitions . . . . . . . . . . 128
13.5.9.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 128
13.5.9.2 Seismic Drift Limits for Glass Components. . . . . . . . . . . . . . . . . . . . 128

13.5.10 Egress Stairs and Ramps. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 128
13.6 Mechanical and Electrical Components . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 129

13.6.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 129
13.6.2 Mechanical Components. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 130

13.6.2.1 HVACR Equipment. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 130
13.6.3 Electrical Components.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 130
13.6.4 Component Supports. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 130

13.6.4.1 Design Basis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 130
13.6.4.2 Design for Relative Displacement. . . . . . . . . . . . . . . . . . . . . . . . . 130
13.6.4.3 Support Attachment to Component. . . . . . . . . . . . . . . . . . . . . . . . . 130
13.6.4.4 Material Detailing Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . 130
13.6.4.5 Additional Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 131

13.6.5 Distribution Systems: Conduit, Cable Tray, and Raceways. . . . . . . . . . . . . . . . . . . 131
13.6.6 Distribution Systems: Duct Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 131
13.6.7 Distribution Systems: Piping and Tubing Systems. . . . . . . . . . . . . . . . . . . . . . . . 132

13.6.7.1 ASME Pressure Piping Systems. . . . . . . . . . . . . . . . . . . . . . . . . . 132
13.6.7.2 Fire Protection Sprinkler Piping Systems. . . . . . . . . . . . . . . . . . . . . . 132
13.6.7.3 Exceptions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 132

13.6.8 Distribution Systems: Trapezes with a Combination of Systems. . . . . . . . . . . . . . . . 133
13.6.9 Utility and Service Lines. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 133
13.6.10 Boilers and Pressure Vessels. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 133
13.6.11 Elevator and Escalator Design Requirements.. . . . . . . . . . . . . . . . . . . . . . . . . . 133

13.6.11.1 Escalators, Elevators, and Hoistway Structural Systems. . . . . . . . . . . . . . 133
13.6.11.2 Elevator Equipment and Controller Supports and Attachments. . . . . . . . . . 133
13.6.11.3 Seismic Controls for Elevators. . . . . . . . . . . . . . . . . . . . . . . . . . . 133
13.6.11.4 Retainer Plates. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 133

13.6.12 Rooftop Solar Panels. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 133
13.6.13 Other Mechanical and Electrical Components. . . . . . . . . . . . . . . . . . . . . . . . . . 134

13.7 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 134

14 MATERIAL-SPECIFIC SEISMIC DESIGN AND DETAILING REQUIREMENTS . . . . . . . . . . . . . . . . . 135
14.0 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 135
14.1 Steel . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 135

14.1.1 Reference Documents. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 135
14.1.2 Structural Steel . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 135

14.1.2.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 135
14.1.2.2 Seismic Requirements for Structural Steel Structures. . . . . . . . . . . . . . . 135

14.1.3 Cold-Formed Steel . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 135
14.1.3.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 135
14.1.3.2 Seismic Requirements for Cold-Formed Steel Structures. . . . . . . . . . . . . 135

14.1.4 Cold-Formed Steel Light-Frame Construction . . . . . . . . . . . . . . . . . . . . . . . . . 135
14.1.4.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 135
14.1.4.2 Seismic Requirements for Cold-Formed Steel Light-Frame Construction. . . . . 135
14.1.4.3 Prescriptive Cold-Formed Steel Light-Frame Construction. . . . . . . . . . . . 135

14.1.5 Cold-Formed Steel Deck Diaphragms. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 136
14.1.6 Open Web Steel Joists and Joist Girders. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 136
14.1.7 Steel Cables. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 136
14.1.8 Additional Detailing Requirements for Steel Piles in Seismic Design Categories D through F. 136

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xix

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



14.2 Concrete . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 136
14.2.1 Reference Documents. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 136
14.2.2 Modifications to ACI 318. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 136

14.2.2.1 Definitions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 136
14.2.2.2 ACI 318, Section 10.7.6. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 136
14.2.2.3 Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 136
14.2.2.4 Intermediate Precast Structural Walls. . . . . . . . . . . . . . . . . . . . . . . . 136
14.2.2.5 Special Precast Structural Walls. . . . . . . . . . . . . . . . . . . . . . . . . . 136
14.2.2.6 Foundations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 136
14.2.2.7 Detailed Plain Concrete Shear Walls. . . . . . . . . . . . . . . . . . . . . . . . 136

14.2.3 Additional Detailing Requirements for Concrete Piles. . . . . . . . . . . . . . . . . . . . . . 137
14.2.3.1 Concrete Pile Requirements for Seismic Design Category C. . . . . . . . . . . 137
14.2.3.2 Concrete Pile Requirements for Seismic Design Categories D through F. . . . . 137

14.2.4 Additional Design and Detailing Requirements for Precast Concrete Diaphragms. . . . . . . 139
14.2.4.1 Diaphragm Seismic Demand Levels. . . . . . . . . . . . . . . . . . . . . . . . 139
14.2.4.2 Diaphragm Design Options. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 139
14.2.4.3 Diaphragm Connector or Joint Reinforcement Deformability. . . . . . . . . . . 139
14.2.4.4 Precast Concrete Diaphragm Connector and Joint Reinforcement

Qualification Procedure. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 140
14.3 Composite Steel and Concrete Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 142

14.3.1 Reference Documents. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 142
14.3.2 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 142
14.3.3 Seismic Requirements for Composite Steel and Concrete Structures. . . . . . . . . . . . . . 142
14.3.4 Metal-Cased Concrete Piles. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 142

14.4 Masonry . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 142
14.4.1 Reference Documents. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 142
14.4.2 R Factors.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 142
14.4.3 Modifications to Chapter 7 of TMS 402 . . . . . . . . . . . . . . . . . . . . . . . . . . . . 142

14.4.3.1 Separation Joints.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 142
14.4.4 Modifications to Chapter 6 of TMS 402 . . . . . . . . . . . . . . . . . . . . . . . . . . . . 142

14.4.4.1 Reinforcement Requirements and Details . . . . . . . . . . . . . . . . . . . . . 142
14.4.5 Modifications to Chapter 9 of TMS 402 . . . . . . . . . . . . . . . . . . . . . . . . . . . . 143

14.4.5.1 Anchoring to Masonry. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 143
14.4.5.2 Coupling Beams. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 143
14.4.5.3 Walls with Factored Axial Stress Greater Than 0.05 f 0m. . . . . . . . . . . . . . 143
14.4.5.4 Shear Keys.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 143

14.4.6 Modifications to Chapter 12 of TMS 402. . . . . . . . . . . . . . . . . . . . . . . . . . . . 143
14.4.6.1 Corrugated Sheet Metal Anchors. . . . . . . . . . . . . . . . . . . . . . . . . . 143

14.4.7 Modifications to TMS 602. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 143
14.4.7.1 Construction Procedures.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 143

14.5 Wood . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 143
14.5.1 Reference Documents. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 143

14.6 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 143

15 SEISMIC DESIGN REQUIREMENTS FOR NONBUILDING STRUCTURES . . . . . . . . . . . . . . . . . . . 145
15.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 145

15.1.1 Nonbuilding Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 145
15.1.2 Design. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 145
15.1.3 Structural Analysis Procedure Selection. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 145
15.1.4 Nonbuilding Structures Sensitive to Vertical Ground Motions. . . . . . . . . . . . . . . . . 145

15.1.4.1 Direction of Loading Criteria for Nonbuilding Structures Sensitive to Vertical
Ground Motions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .

146

15.2 This section intentionally left blank; see section 15.8 . . . . . . . . . . . . . . . . . . . . . . . . . . . 146
15.3 Nonbuilding Structures Supported by Other Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . 146

15.3.1 Less Than 25% Combined Weight Condition. . . . . . . . . . . . . . . . . . . . . . . . . . 146
15.3.2 Greater Than or Equal to 25% Combined Weight Condition. . . . . . . . . . . . . . . . . . 146
15.3.3 Architectural, Mechanical, and Electrical Components.. . . . . . . . . . . . . . . . . . . . . 146

15.4 Structural Design Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 146
15.4.1 Design Basis.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 146

15.4.1.1 Importance Factor. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 149
15.4.2 Rigid Nonbuilding Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 149
15.4.3 Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 149
15.4.4 Fundamental Period. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 149
15.4.5 Drift Limit. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 150

xx STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



15.4.6 Materials Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 150
15.4.7 Drift, Deflection, and Structure Separation. . . . . . . . . . . . . . . . . . . . . . . . . . . . 150
15.4.8 Site-Specific Response Spectra. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 150
15.4.9 Anchors in Concrete or Masonry . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 150

15.4.9.1 Anchors in Concrete.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 150
15.4.9.2 Anchors in Masonry.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 150
15.4.9.3 Post-installed Anchors in Concrete and Masonry. . . . . . . . . . . . . . . . . 150
15.4.9.4 ASTM F1554 Anchors. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 150

15.4.10 Requirements for Nonbuilding Structure Foundations on Liquefiable Sites. . . . . . . . . . . 150
15.4.10.1 Nonbuilding Structures on Shallow Foundations. . . . . . . . . . . . . . . . . . 150

15.5 Nonbuilding Structures Similar to Buildings . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 150
15.5.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 150
15.5.2 Pipe Racks . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 150

15.5.2.1 Design Basis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 150
15.5.3 Storage Racks. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 150

15.5.3.1 Steel Storage Racks. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 150
15.5.3.2 Steel Cantilevered Storage Racks. . . . . . . . . . . . . . . . . . . . . . . . . . 151
15.5.3.2 Steel Cantilevered Storage Racks. . . . . . . . . . . . . . . . . . . . . . . . . . 151
15.5.3.3 Alternative. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 151
15.5.3.3 Alternative. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 151

15.5.4 Electrical Power-Generating Facilities . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 151
15.5.4.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 151
15.5.4.2 Design Basis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 151

15.5.5 Structural Towers for Tanks and Vessels . . . . . . . . . . . . . . . . . . . . . . . . . . . . 151
15.5.5.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 151

15.5.6 Piers and Wharves . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 152
15.5.6.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 152
15.5.6.2 Design Basis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 152

15.6 General Requirements for Nonbuilding Structures Not Similar to Buildings . . . . . . . . . . . . . . . 152
15.6.1 Earth-Retaining Structures.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 152
15.6.2 Chimneys and Stacks. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 152

15.6.2.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 152
15.6.2.2 Concrete Chimneys and Stacks. . . . . . . . . . . . . . . . . . . . . . . . . . . 152
15.6.2.3 Steel Chimneys and Stacks. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 152

15.6.3 Amusement Structures.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 152
15.6.4 Special Hydraulic Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 153

15.6.4.1 Design Basis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 153
15.6.5 Secondary Containment Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 153

15.6.5.1 Freeboard. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 153
15.6.6 Telecommunication Towers. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 153
15.6.7 Steel Tubular Support Structures for Onshore Wind Turbine Generator Systems.. . . . . . . 153
15.6.8 Ground-Supported Cantilever Walls or Fences . . . . . . . . . . . . . . . . . . . . . . . . . 153

15.6.8.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 153
15.6.8.2 Design Basis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 153

15.7 Tanks and Vessels . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 153
15.7.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 153
15.7.2 Design Basis.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 153
15.7.3 Strength and Ductility. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 154
15.7.4 Flexibility of Piping Attachments. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 154
15.7.5 Anchorage. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 155
15.7.6 Ground-Supported Storage Tanks for Liquids . . . . . . . . . . . . . . . . . . . . . . . . . 155

15.7.6.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 155
15.7.7 Water Storage and Water Treatment Tanks and Vessels . . . . . . . . . . . . . . . . . . . . 158

15.7.7.1 Welded Steel.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 158
15.7.7.2 Bolted Steel. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 158
15.7.7.3 Reinforced and Prestressed Concrete. . . . . . . . . . . . . . . . . . . . . . . . 158

15.7.8 Petrochemical and Industrial Tanks and Vessels Storing Liquids . . . . . . . . . . . . . . . 158
15.7.8.1 Welded Steel.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 158
15.7.8.2 Bolted Steel. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 158
15.7.8.3 Reinforced and Prestressed Concrete. . . . . . . . . . . . . . . . . . . . . . . . 158

15.7.9 Ground-Supported Storage Tanks for Granular Materials . . . . . . . . . . . . . . . . . . . 158
15.7.9.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 158
15.7.9.2 Lateral Force Determination.. . . . . . . . . . . . . . . . . . . . . . . . . . . . 158
15.7.9.3 Force Distribution to Shell and Foundation . . . . . . . . . . . . . . . . . . . . 158
15.7.9.4 Welded Steel Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 158

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xxi

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



15.7.9.5 Bolted Steel Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 158
15.7.9.6 Reinforced Concrete Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . 158
15.7.9.7 Prestressed Concrete Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . 158

15.7.10 Elevated Tanks and Vessels for Liquids and Granular Materials. . . . . . . . . . . . . . . . 159
15.7.10.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 159
15.7.10.2 Effective Mass. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 159
15.7.10.3 P-Delta Effects.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 159
15.7.10.4 Transfer of Lateral Forces into Support Tower.. . . . . . . . . . . . . . . . . . 159
15.7.10.5 Evaluation of Structures Sensitive to Buckling Failure. . . . . . . . . . . . . . 159
15.7.10.6 Welded Steel Water Storage Structures. . . . . . . . . . . . . . . . . . . . . . . 159
15.7.10.7 Concrete Pedestal (Composite) Tanks. . . . . . . . . . . . . . . . . . . . . . . 159

15.7.11 Boilers and Pressure Vessels . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 159
15.7.11.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 159
15.7.11.2 ASME Boilers and Pressure Vessels. . . . . . . . . . . . . . . . . . . . . . . . 159
15.7.11.3 Attachments of Internal Equipment and Refractory. . . . . . . . . . . . . . . . 159
15.7.11.4 Coupling of Vessel and Support Structure. . . . . . . . . . . . . . . . . . . . . 160
15.7.11.5 Effective Mass. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 160
15.7.11.6 Other Boilers and Pressure Vessels. . . . . . . . . . . . . . . . . . . . . . . . . 160
15.7.11.7 Supports and Attachments for Boilers and Pressure Vessels.. . . . . . . . . . . 160

15.7.12 Liquid and Gas Spheres . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 160
15.7.12.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 160
15.7.12.2 ASME Spheres. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 160
15.7.12.3 Attachments of Internal Equipment and Refractory. . . . . . . . . . . . . . . . 160
15.7.12.4 Effective Mass. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 160
15.7.12.5 Post- and Rod-Supported Spheres. . . . . . . . . . . . . . . . . . . . . . . . . 160
15.7.12.6 Skirt-Supported Spheres. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 160

15.7.13 Refrigerated Gas Liquid Storage Tanks and Vessels . . . . . . . . . . . . . . . . . . . . . . 160
15.7.13.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 160

15.7.14 Horizontal, Saddle-Supported Vessels for Liquid or Vapor Storage . . . . . . . . . . . . . . 161
15.7.14.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 161
15.7.14.2 Effective Mass. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 161
15.7.14.3 Vessel Design. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 161

15.8 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 161

16 NONLINEAR RESPONSE HISTORY ANALYSIS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 163
16.1 General Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 163

16.1.1 Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 163
16.1.2 Linear Analysis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 163
16.1.3 Vertical Response Analysis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 163
16.1.4 Documentation.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 163

16.2 Ground Motions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 163
16.2.1 Target Response Spectrum. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 163

16.2.1.1 Method 1. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 164
16.2.1.2 Method 2. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 164

16.2.2 Ground Motion Selection. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 164
16.2.3 Ground Motion Modification. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 164

16.2.3.1 Period Range for Scaling or Matching. . . . . . . . . . . . . . . . . . . . . . . 164
16.2.3.2 Amplitude Scaling. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 164
16.2.3.3 Spectral Matching. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 164

16.2.4 Application of Ground Motions to the Structural Model. . . . . . . . . . . . . . . . . . . . 164
16.3 Modeling and Analysis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 164

16.3.1 Modeling.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 164
16.3.2 Gravity Load. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 165
16.3.3 P-Delta Effects.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 165
16.3.4 Torsion.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 165
16.3.5 Damping. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 165
16.3.6 Explicit Foundation Modeling. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 165

16.4 Analysis Results and Acceptance Criteria . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 165
16.4.1 Global Acceptance Criteria . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 165

16.4.1.1 Unacceptable Response. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 165
16.4.1.2 Story Drift. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 165

16.4.2 Element-Level Acceptance Criteria. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 165
16.4.2.1 Force-Controlled Actions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 165
16.4.2.2 Deformation-Controlled Actions. . . . . . . . . . . . . . . . . . . . . . . . . . 166

xxii STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



16.4.2.3 Elements of the Gravity Force-Resisting System.. . . . . . . . . . . . . . . . . 166
16.5 Design Review . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 166

16.5.1 Reviewer Qualifications. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 166
16.5.2 Review Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 166

16.6 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 166

17 SEISMIC DESIGN REQUIREMENTS FOR SEISMICALLY ISOLATED STRUCTURES . . . . . . . . . . . . . 167
17.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 167

17.1.1 Definitions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 167
17.1.2 Symbols. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 167

17.2 General Design Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 168
17.2.1 Importance Factor. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 168
17.2.2 Configuration. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 168
17.2.3 Redundancy. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 168
17.2.4 Isolation System . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 168

17.2.4.1 Environmental Conditions.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 168
17.2.4.2 Wind Forces. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 168
17.2.4.3 Fire Resistance.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 168
17.2.4.4 Lateral Restoring Force. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 169
17.2.4.5 Displacement Restraint. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 169
17.2.4.6 Vertical-Load Stability. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 169
17.2.4.7 Overturning. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 169
17.2.4.8 Inspection and Replacement.. . . . . . . . . . . . . . . . . . . . . . . . . . . . 169
17.2.4.9 Quality Control. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 169

17.2.5 Structural System. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 169
17.2.5.1 Horizontal Distribution of Force. . . . . . . . . . . . . . . . . . . . . . . . . . 169
17.2.5.2 Minimum Building Separations. . . . . . . . . . . . . . . . . . . . . . . . . . . 169
17.2.5.3 Nonbuilding Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 169
17.2.5.4 Steel Ordinary Concentrically Braced Frames. . . . . . . . . . . . . . . . . . . 169
17.2.5.5 Isolation System Connections. . . . . . . . . . . . . . . . . . . . . . . . . . . . 169

17.2.6 Elements of Structures and Nonstructural Components. . . . . . . . . . . . . . . . . . . . . 169
17.2.6.1 Components at or above the Isolation Interface. . . . . . . . . . . . . . . . . . 169
17.2.6.2 Components Crossing the Isolation Interface. . . . . . . . . . . . . . . . . . . . 170
17.2.6.3 Components below the Isolation Interface. . . . . . . . . . . . . . . . . . . . . 170

17.2.7 Seismic Load Effects and Load Combinations. . . . . . . . . . . . . . . . . . . . . . . . . . 170
17.2.7.1 Isolator Unit Vertical Load Combinations. . . . . . . . . . . . . . . . . . . . . 170

17.2.8 Isolation System Properties . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 170
17.2.8.1 Isolation System Component Types. . . . . . . . . . . . . . . . . . . . . . . . 170
17.2.8.2 Isolator Unit Nominal Properties. . . . . . . . . . . . . . . . . . . . . . . . . . 170
17.2.8.3 Bounding Properties of Isolation System Components.. . . . . . . . . . . . . . 170
17.2.8.4 Property Modification Factors.. . . . . . . . . . . . . . . . . . . . . . . . . . . 170
17.2.8.5 Upper Bound and Lower Bound Force-Deflection Behavior of Isolation

System Components. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 171
17.2.8.6 Isolation System Properties at Maximum Displacements. . . . . . . . . . . . . 171
17.2.8.7 Upper Bound and Lower Bound Isolation System Properties at Maximum

Displacement. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .
171

17.3 Seismic Ground Motion Criteria. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 171
17.3.1 Site-Specific Seismic Hazard. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 171
17.3.2 MCER Response Spectra and Spectral Response Acceleration Parameters, SMS, SM1.. . . . . 171
17.3.3 MCER Ground Motion Records. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 171

17.4 Analysis Procedure Selection . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 172
17.4.1 Equivalent Lateral Force Procedure.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 172
17.4.2 Dynamic Procedures.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 172

17.4.2.1 Response Spectrum Analysis Procedure. . . . . . . . . . . . . . . . . . . . . . 172
17.4.2.2 Response History Analysis Procedure. . . . . . . . . . . . . . . . . . . . . . . 172

17.5 Equivalent Lateral Force Procedure . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 172
17.5.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 172
17.5.2 Deformation Characteristics of the Isolation System. . . . . . . . . . . . . . . . . . . . . . . 172
17.5.3 Minimum Lateral Displacements Required for Design . . . . . . . . . . . . . . . . . . . . . 172

17.5.3.1 Maximum Displacement.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 172
17.5.3.2 Effective Period at the Maximum Displacement. . . . . . . . . . . . . . . . . . 173
17.5.3.3 Total Maximum Displacement. . . . . . . . . . . . . . . . . . . . . . . . . . . 173

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xxiii

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



17.5.4 Minimum Lateral Forces Required for Design . . . . . . . . . . . . . . . . . . . . . . . . . 173
17.5.4.1 Isolation System and Structural Elements below the Base Level. . . . . . . . . 173
17.5.4.2 Structural Elements above the Base Level. . . . . . . . . . . . . . . . . . . . . 174
17.5.4.3 Limits on Vs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 174

17.5.5 Vertical Distribution of Force. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 174
17.5.6 Drift Limits. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 174

17.6 Dynamic Analysis Procedures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 175
17.6.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 175
17.6.2 Modeling.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 175

17.6.2.1 Isolation System. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 175
17.6.2.2 Isolated Structure. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 175

17.6.3 Description of Procedures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 175
17.6.3.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 175
17.6.3.2 MCER Ground Motions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 175
17.6.3.3 Response Spectrum Analysis Procedure. . . . . . . . . . . . . . . . . . . . . . 175
17.6.3.4 Response History Analysis Procedure. . . . . . . . . . . . . . . . . . . . . . . 175

17.6.4 Minimum Lateral Displacements and Forces . . . . . . . . . . . . . . . . . . . . . . . . . . 175
17.6.4.1 Isolation System and Structural Elements below the Base Level. . . . . . . . . 175
17.6.4.2 Structural Elements above the Base Level. . . . . . . . . . . . . . . . . . . . . 176
17.6.4.3 Scaling of Results. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 176
17.6.4.4 Drift Limits. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 176

17.7 Design Review . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 176
17.8 Testing . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 176

17.8.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 176
17.8.1.1 Qualification Tests.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 176

17.8.2 Prototype Tests. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 176
17.8.2.1 Record. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 176
17.8.2.2 Sequence and Cycles. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 176
17.8.2.3 Dynamic Testing. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 177
17.8.2.4 Units Dependent on Bilateral Load. . . . . . . . . . . . . . . . . . . . . . . . . 177
17.8.2.5 Maximum and Minimum Vertical Load. . . . . . . . . . . . . . . . . . . . . . 177
17.8.2.6 Sacrificial Wind-Restraint Systems. . . . . . . . . . . . . . . . . . . . . . . . . 177
17.8.2.7 Testing Similar Units. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 177

17.8.3 Determination of Force-Deflection Characteristics. . . . . . . . . . . . . . . . . . . . . . . . 178
17.8.4 Test Specimen Adequacy. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 178
17.8.5 Production Tests. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 178

17.9 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 179

18 SEISMIC DESIGN REQUIREMENTS FOR STRUCTURES WITH DAMPING SYSTEMS . . . . . . . . . . . . 181
18.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 181

18.1.1 Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 181
18.1.2 Definitions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 181
18.1.3 Symbols. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 181

18.2 General Design Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 183
18.2.1 System Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 183

18.2.1.1 Seismic Force-Resisting System. . . . . . . . . . . . . . . . . . . . . . . . . . 183
18.2.1.2 Damping System. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 184

18.2.2 Seismic Ground Motion Criteria. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 184
18.2.2.1 Design Earthquake and MCRR Response Spectra. . . . . . . . . . . . . . . . . 184
18.2.2.2 Design Earthquake and MCER Ground Motion Records.. . . . . . . . . . . . . 184

18.2.3 Procedure Selection. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 184
18.2.3.1 Response Spectrum Procedure. . . . . . . . . . . . . . . . . . . . . . . . . . . 184
18.2.3.2 Equivalent Lateral Force Procedure.. . . . . . . . . . . . . . . . . . . . . . . . 184

18.2.4 Damping System . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 185
18.2.4.1 Device Design. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 185
18.2.4.2 Multiaxis Movement. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 185
18.2.4.3 Inspection and Periodic Testing.. . . . . . . . . . . . . . . . . . . . . . . . . . 185
18.2.4.4 Nominal Design Properties. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 185
18.2.4.5 Maximum and Minimum Damper Properties. . . . . . . . . . . . . . . . . . . . 185
18.2.4.6 Damping System Redundancy. . . . . . . . . . . . . . . . . . . . . . . . . . . 185

18.3 Nonlinear Response History Procedure . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 186
18.3.1 Damping Device Modeling. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 186
18.3.2 Accidental Mass Eccentricity. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 186

xxiv STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



18.3.3 Response Parameters. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 186
18.4 Seismic Load Conditions and Acceptance Criteria for Nonlinear Response History Procedure . . . . . . 186

18.4.1 Seismic Force-Resisting System. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 186
18.4.2 Damping System. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 186
18.4.3 Combination of Load Effects. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 186
18.4.4 Acceptance Criteria for the Response Parameters of Interest. . . . . . . . . . . . . . . . . . 187

18.5 Design Review . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 187
18.6 Testing . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 187

18.6.1 Prototype Tests. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 187
18.6.1.1 Data Recording. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 187
18.6.1.2 Sequence and Cycles of Testing. . . . . . . . . . . . . . . . . . . . . . . . . . 187
18.6.1.3 Testing Similar Devices. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 188
18.6.1.4 Determination of Force-Velocity-Displacement Characteristics. . . . . . . . . . 188
18.6.1.5 Device Adequacy. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 188

18.6.2 Production Tests. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 189
18.7 Alternate Procedures and Corresponding Acceptance Criteria . . . . . . . . . . . . . . . . . . . . . . . 189

18.7.1 Response Spectrum Procedure. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 189
18.7.1.1 Modeling.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 189
18.7.1.2 Seismic Force-Resisting System . . . . . . . . . . . . . . . . . . . . . . . . . . 189
18.7.1.3 Damping System. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 190

18.7.2 Equivalent Lateral Force Procedure.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 191
18.7.2.1 Modeling.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 191
18.7.2.2 Seismic Force-Resisting System . . . . . . . . . . . . . . . . . . . . . . . . . . 191
18.7.2.3 Damping System. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 192

18.7.3 Damped Response Modification. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 193
18.7.3.1 Damping Coefficient. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 193
18.7.3.2 Effective Damping.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 193
18.7.3.3 Effective Ductility Demand. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 194
18.7.3.4 Maximum Effective Ductility Demand. . . . . . . . . . . . . . . . . . . . . . . 195

18.7.4 Seismic Load Conditions and Acceptance Criteria for RSA and ELF Procedures. . . . . . . 195
18.7.4.1 Seismic Force-Resisting System. . . . . . . . . . . . . . . . . . . . . . . . . . 195
18.7.4.2 Damping System. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 195
18.7.4.3 Combination of Load Effects. . . . . . . . . . . . . . . . . . . . . . . . . . . . 195
18.7.4.4 Modal Damping System Design Forces. . . . . . . . . . . . . . . . . . . . . . 195
18.7.4.5 Seismic Load Conditions and Combination of Modal Responses. . . . . . . . . 195
18.7.4.6 Inelastic Response Limits. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 196

18.8 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 196

19 SOIL–STRUCTURE INTERACTION FOR SEISMIC DESIGN. . . . . . . . . . . . . . . . . . . . . . . . . . . . 197
19.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 197

19.1.1 Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 197
19.1.2 Definitions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 197
19.1.3 Symbols. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 197

19.2 SSI Adjusted Structural Demands . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 198
19.2.1 Equivalent Lateral Force Procedure.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 198
19.2.2 Linear Dynamic Analysis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 198

19.2.2.1 SSI Modified General Design Response Spectrum. . . . . . . . . . . . . . . . . 198
19.2.2.2 SSI Site-Specific Response Spectrum.. . . . . . . . . . . . . . . . . . . . . . . 199

19.2.3 Nonlinear Response History Procedure. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 199
19.3 Foundation Damping Effects. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 199

19.3.1 Foundation Damping Requirements.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 199
19.3.2 Effective Damping Ratio. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 199
19.3.3 Radiation Damping for Rectangular Foundations. . . . . . . . . . . . . . . . . . . . . . . . 199
19.3.4 Radiation Damping for Circular Foundations. . . . . . . . . . . . . . . . . . . . . . . . . . 200
19.3.5 Soil Damping. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 201

19.4 Kinematic SSI Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 201
19.4.1 Base Slab Averaging. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 201
19.4.2 Embedment. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 201

19.5 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 202

20 SITE CLASSIFICATION PROCEDURE FOR SEISMIC DESIGN . . . . . . . . . . . . . . . . . . . . . . . . . . 203
20.1 Site Classification . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 203
20.2 Site Response Analysis for Site class F Soil . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 203

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xxv

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



20.3 Site Class Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 203
20.3.1 Site Class F. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 203
20.3.2 Soft Clay Site Class E. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 203
20.3.3 Site Classes C, D, and E. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 203
20.3.4 Shear Wave Velocity for Site Class B. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 203
20.3.5 Shear Wave Velocity for Site Class A. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 203

20.4 Definitions of Site Class Parameters. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 204
20.4.1 �vs, Average Shear Wave Velocity. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 204
20.4.2 �N, Average Field Standard Penetration Resistance and �Nch, Average Standard

Penetration Resistance for Cohesionless Soil Layers.. . . . . . . . . . . . . . . . . . . . . . 204
20.4.3 �su, Average Undrained Shear Strength. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 204

20.5 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 204

21 SITE-SPECIFIC GROUND MOTION PROCEDURES FOR SEISMIC DESIGN. . . . . . . . . . . . . . . . . . . 205
21.1 Site Response Analysis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 205

21.1.1 Base Ground Motions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 205
21.1.2 Site Condition Modeling. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 205
21.1.3 Site Response Analysis and Computed Results. . . . . . . . . . . . . . . . . . . . . . . . . 205

21.2 Risk-Targeted Maximum Considered Earthquake (MCER) Ground Motion Hazard Analysis . . . . . . . 205
21.2.1 Probabilistic (MCER) Ground Motions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 205

21.2.1.1 Method 1. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 206
21.2.1.2 Method 2. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 206

21.2.2 Deterministic (MCER) Ground Motions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 206
21.2.3 Site-Specific MCER. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 206

21.3 Design Response Spectrum . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 206
21.4 Design Acceleration Parameters . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 206
21.5 Maximum Considered Earthquake Geometric Mean (MCEG) Peak Ground Acceleration. . . . . . . . . 206

21.5.1 Probabilistic MCEG Peak Ground Acceleration. . . . . . . . . . . . . . . . . . . . . . . . . 206
21.5.2 Deterministic MCEG Peak Ground Acceleration. . . . . . . . . . . . . . . . . . . . . . . . . 207
21.5.3 Site-Specific MCEG Peak Ground Acceleration. . . . . . . . . . . . . . . . . . . . . . . . . 207

21.6 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 207

22 SEISMIC GROUND MOTION, LONG-PERIOD TRANSITION, AND RISK COEFFICIENT MAPS . . . . . . . 209
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 209
22.1 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 236

23 SEISMIC DESIGN REFERENCE DOCUMENTS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 237
23.1 Consensus Standards and Other Reference Documents . . . . . . . . . . . . . . . . . . . . . . . . . . . 237

24 RESERVED FOR FUTURE PROVISIONS. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 241

25 RESERVED FOR FUTURE PROVISIONS. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 243

26 WIND LOADS: GENERAL REQUIREMENTS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 245
26.1 Procedures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 245

26.1.1 Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 245
26.1.2 Permitted Procedures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 245

26.1.2.1 Main Wind Force Resisting System. . . . . . . . . . . . . . . . . . . . . . . . 245
26.1.2.2 Components and Cladding. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 245

26.2 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 245
26.3 Symbols . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 247
26.4 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 249

26.4.1 Sign Convention.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 249
26.4.2 Critical Load Condition. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 249
26.4.3 Wind Pressures Acting on Opposite Faces of Each Building Surface. . . . . . . . . . . . . . 249

26.5 Wind Hazard Map . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 249
26.5.1 Basic Wind Speed. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 249
26.5.2 Special Wind Regions.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 249
26.5.3 Estimation of Basic Wind Speeds from Regional Climatic Data. . . . . . . . . . . . . . . . 249

26.6 Wind Directionality . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 266
26.7 Exposure . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 266

xxvi STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



26.7.1 Wind Directions and Sectors. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 266
26.7.2 Surface Roughness Categories. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 266
26.7.3 Exposure Categories.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 266
26.7.4 Exposure Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 266

26.7.4.1 Directional Procedure (Chapter 27). . . . . . . . . . . . . . . . . . . . . . . . . 266
26.7.4.2 Envelope Procedure (Chapter 28). . . . . . . . . . . . . . . . . . . . . . . . . . 266
26.7.4.3 Directional Procedure for Building Appurtenances and Other Structures

(Chapter 29). . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .
266

26.7.4.4 Components and Cladding (Chapter 30). . . . . . . . . . . . . . . . . . . . . . 266
26.8 Topographic Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 266

26.8.1 Wind Speed-Up over Hills, Ridges, and Escarpments. . . . . . . . . . . . . . . . . . . . . . 266
26.8.2 Topographic Factor. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 268

26.9 Ground Elevation Factor . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 268
26.10 Velocity Pressure. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 268

26.10.1 Velocity Pressure Exposure Coefficient.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 268
26.10.2 Velocity Pressure. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 268

26.11 Gust Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 269
26.11.1 Gust-Effect Factor. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 269
26.11.2 Frequency Determination. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 269

26.11.2.1 Limitations for Approximate Natural Frequency. . . . . . . . . . . . . . . . . . 269
26.11.3 Approximate Natural Frequency. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 269
26.11.4 Rigid Buildings or Other Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 269
26.11.5 Flexible or Dynamically Sensitive Buildings or Other Structures. . . . . . . . . . . . . . . . 270
26.11.6 Rational Analysis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 270
26.11.7 Limitations.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 270

26.12 Enclosure Classification . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 270
26.12.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 270
26.12.2 Openings.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 270
26.12.3 Protection of Glazed Openings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 270

26.12.3.1 Wind-Borne Debris Regions. . . . . . . . . . . . . . . . . . . . . . . . . . . . 270
26.12.3.2 Protection Requirements for Glazed Openings. . . . . . . . . . . . . . . . . . . 270

26.12.4 Multiple Classifications. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 271
26.13 Internal Pressure Coefficients . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 271

26.13.1 Reduction Factor for Large-Volume Buildings, Ri. . . . . . . . . . . . . . . . . . . . . . . . 271
26.14 Tornado Limitation. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 271
26.15 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 271

27 WIND LOADS ON BUILDINGS: MAIN WIND FORCE RESISTING SYSTEM
(DIRECTIONAL PROCEDURE) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .

273

27.1 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 273
27.1.1 Building Types. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 273
27.1.2 Conditions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 273
27.1.3 Limitations.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 273
27.1.4 Shielding.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 273
27.1.5 Minimum Design Wind Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 273

Part 1: Enclosed, Partially Enclosed, and Open Buildings of All Heights . . . . . . . . . . . . . . . . . . . . . . . 273
27.2 General Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 273

27.2.1 Wind Load Parameters Specified in Chapter 26. . . . . . . . . . . . . . . . . . . . . . . . . 274
27.3 Wind Loads: Main Wind Force Resisting System . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 274

27.3.1 Enclosed and Partially Enclosed Rigid and Flexible Buildings. . . . . . . . . . . . . . . . . 274
27.3.2 Open Buildings with Monoslope, Pitched, or Troughed Free Roofs. . . . . . . . . . . . . . 274
27.3.3 Roof Overhangs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 274
27.3.4 Parapets. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 274
27.3.5 Design Wind Load Cases. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 274

Part 2: Enclosed Simple Diaphragm Buildings with h ≤ 160 ft (xh ≤ 48.8 m) . . . . . . . . . . . . . . . . . . . . 284
27.4 General Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 284

27.4.1 Design Procedure. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 284
27.4.2 Conditions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 284
27.4.3 Wind Load Parameters Specified in Chapter 26. . . . . . . . . . . . . . . . . . . . . . . . . 284
27.4.4 Topographic Effects. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 284
27.4.5 Diaphragm Flexibility. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 284

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xxvii

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



27.5 Wind Loads: Main Wind Force Resisting System . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 284
27.5.1 Wall and Roof Surfaces: Class 1 and 2 Buildings. . . . . . . . . . . . . . . . . . . . . . . . 284
27.5.2 Parapets. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 284
27.5.3 Roof Overhangs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 285

27.6 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 285

28 WIND LOADS ON BUILDINGS: MAIN WIND FORCE RESISTING SYSTEM (ENVELOPE PROCEDURE) . 311
28.1 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 311

28.1.1 Building Types. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 311
28.1.2 Conditions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 311
28.1.3 Limitations.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 311
28.1.4 Shielding.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 311

Part 1: Enclosed and Partially Enclosed Low-Rise Buildings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 311
28.2 General Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 311

28.2.1 Wind Load Parameters Specified in Chapter 26. . . . . . . . . . . . . . . . . . . . . . . . . 311
28.3 Wind Loads: Main Wind Force Resisting System . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 311

28.3.1 Design Wind Pressure for Low-Rise Buildings. . . . . . . . . . . . . . . . . . . . . . . . . 311
28.3.1.1 External Pressure Coefficients (GCpf ). . . . . . . . . . . . . . . . . . . . . . . 314

28.3.2 Parapets. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 314
28.3.3 Roof Overhangs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 314
28.3.4 Minimum Design Wind Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 314
28.3.5 Horizontal Wind Loads on Open or Partially Enclosed Buildings with Transverse Frames

and Pitched Roofs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 314
Part 2: Enclosed Simple Diaphragm Low-Rise Buildings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 315
28.4 General Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 315

28.4.1 Wind Load Parameters Specified in Chapter 26. . . . . . . . . . . . . . . . . . . . . . . . . 315
28.5 Wind Loads: Main Wind Force Resisting System . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 315

28.5.1 Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 315
28.5.2 Conditions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 315
28.5.3 Design Wind Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 315
28.5.4 Minimum Design Wind Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 315

28.6 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 315

29 WIND LOADS ON BUILDING APPURTENANCES AND OTHER STRUCTURES: MAIN WIND FORCE
RESISTING SYSTEM (DIRECTIONAL PROCEDURE) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .

321

29.1 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 321
29.1.1 Structure Types. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 321
29.1.2 Conditions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 321
29.1.3 Limitations.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 321
29.1.4 Shielding.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 321

29.2 General Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 322
29.2.1 Wind Load Parameters Specified in Chapter 26. . . . . . . . . . . . . . . . . . . . . . . . . 322

29.3 Design Wind Loads: Solid Freestanding Walls and Solid Signs . . . . . . . . . . . . . . . . . . . . . . 322
29.3.1 Solid Freestanding Walls and Solid Freestanding Signs. . . . . . . . . . . . . . . . . . . . . 322
29.3.2 Solid Attached Signs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 322

29.4 Design Wind Loads: Other Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 322
29.4.1 Rooftop Structures and Equipment for Buildings. . . . . . . . . . . . . . . . . . . . . . . . 322
29.4.2 Design Wind Loads: Circular Bins, Silos, and Tanks with h ≤ 120 ft (h ≤ 36.5 m), D ≤ 120 ft

(D ≤ 36.5 m), and 0.25 ≤H=D ≤ 4. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 322
29.4.2.1 External Walls of Isolated Circular Bins, Silos, and Tanks. . . . . . . . . . . . 322
29.4.2.2 Roofs of Isolated Circular Bins, Silos, and Tanks. . . . . . . . . . . . . . . . . 327
29.4.2.3 Undersides of Isolated Elevated Circular Bins, Silos, and Tanks. . . . . . . . . 327
29.4.2.4 Roofs and Walls of Grouped Circular Bins, Silos, and Tanks.. . . . . . . . . . 327

29.4.3 Rooftop Solar Panels for Buildings of All Heights with Flat Roofs or Gable or Hip Roofs
with Slopes Less Than 7°. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 327

29.4.4 Rooftop Solar Panels Parallel to the Roof Surface on Buildings of All Heights and
Roof Slopes. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 327

29.5 Parapets. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 331
29.6 Roof Overhangs . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 332
29.7 Minimum Design Wind Loading . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 332
29.8 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 332

xxviii STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



30 WIND LOADS: COMPONENTS AND CLADDING . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 333
30.1 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 333

30.1.1 Building Types. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 333
30.1.2 Conditions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 333
30.1.3 Limitations.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 333
30.1.4 Shielding.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 333
30.1.5 Air-Permeable Cladding. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 333

30.2 General Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 333
30.2.1 Wind Load Parameters Specified in Chapter 26. . . . . . . . . . . . . . . . . . . . . . . . . 333
30.2.2 Minimum Design Wind Pressures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 333
30.2.3 Tributary Areas Greater than 700 ft2 (65 m2). . . . . . . . . . . . . . . . . . . . . . . . . . 333
30.2.4 External Pressure Coefficients.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 333

Part 1: Low-Rise Buildings . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 334
30.3 Building Types . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 334

30.3.1 Conditions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 334
30.3.2 Design Wind Pressures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 334

Part 2: Low-Rise Buildings (Simplified). . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 334
30.4 Building Types . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 334

30.4.1 Conditions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 334
30.4.2 Design Wind Pressures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 334

Part 3: Buildings with h > 60 ft (h > 18.3 m) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 350
30.5 Building Types . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 350

30.5.1 Conditions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 350
30.5.2 Design Wind Pressures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 350

Part 4: Buildings with 60 ft < h ≤ 160 ft (18.3 m < h ≤ 48.8 m) (Simplified). . . . . . . . . . . . . . . . . . . . 364
30.6 Building Types . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 364

30.6.1 Wind Load: Components and Cladding . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 364
30.6.1.1 Wall and Roof Surfaces. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 364
30.6.1.2 Parapets. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 364
30.6.1.3 Roof Overhangs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 364

Part 5: Open Buildings . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 375
30.7 Building Types . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 375

30.7.1 Conditions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 375
30.7.2 Design Wind Pressures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 375

Part 6: Building Appurtenances and Rooftop Structures and Equipment. . . . . . . . . . . . . . . . . . . . . . . . 375
30.8 Parapets. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 375
30.9 Roof Overhangs . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 380
30.10 Rooftop Structures and Equipment for Buildings . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 380
30.11 Attached Canopies on Buildings with h ≤ 60 ft (h≤18.3 m) . . . . . . . . . . . . . . . . . . . . . . . . 380
Part 7: Nonbuilding Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 380
30.12 Circular Bins, Silos, and Tanks with h≤120 ft(h≤36.6 m) . . . . . . . . . . . . . . . . . . . . . . . . . 381

30.12.1 Design Wind Pressure.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 381
30.12.2 External Walls of Isolated Circular Bins, Silos, and Tanks. . . . . . . . . . . . . . . . . . . 382
30.12.3 Internal Surface of Exterior Walls of Isolated Open-Topped Circular Bins, Silos,

and Tanks. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 382
30.12.4 Roofs of Isolated Circular Bins, Silos, and Tanks. . . . . . . . . . . . . . . . . . . . . . . . 385
30.12.5 Undersides of Isolated Elevated Circular Bins, Silos, and Tanks. . . . . . . . . . . . . . . . 385
30.12.6 Roofs and Walls of Grouped Circular Bins, Silos, and Tanks.. . . . . . . . . . . . . . . . . 385

30.13 Rooftop Solar Panels for Buildings of All Heights with Flat Roofs or Gable or Hip Roofs
with Slopes Less than 7° . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 385

30.14 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 385

31 WIND TUNNEL PROCEDURE. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 389
31.1 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 389
31.2 Test Conditions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 389
31.3 Dynamic Response . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 389
31.4 Load Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 389

31.4.1 Mean Recurrence Intervals of Load Effects. . . . . . . . . . . . . . . . . . . . . . . . . . . 389
31.4.2 Limitations on Wind Speeds. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 389
31.4.3 Wind Directionality. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 389
31.4.4 Limitations on Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 389

31.5 Wind-Borne Debris. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 389

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xxix

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



31.6 Roof-Mounted Solar Collectors for Roof Slopes Less than 7 Degrees. . . . . . . . . . . . . . . . . . . 389
31.6.1 Wind Tunnel Test Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 390

31.6.1.1 Limitations on Wind Loads for Rooftop Solar Collectors. . . . . . . . . . . . . 390
31.6.1.2 Peer Review Requirements for Wind Tunnel Tests of Roof-Mounted

Solar Collectors. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 390
31.7 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 390

APPENDIX 11A QUALITY ASSURANCE PROVISIONS (Deleted) . . . . . . . . . . . . . . . . . . . . . . . . . . . . 393

APPENDIX 11B EXISTING BUILDING PROVISIONS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 393
11B.1 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 393
11B.2 Structurally Independent Additions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 393
11B.3 Structurally Dependent Additions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 393
11B.4 Alterations . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 393
11B.5 Change of Use . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 393

APPENDIX C SERVICEABILITY CONSIDERATIONS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 395
C.1 Serviceability Considerations . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 395
C.2 Deflection, Drift, and Vibration . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 395

C.2.1 Vertical Deflections. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 395
C.2.2 Drift of Walls and Frames. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 395
C.2.3 Vibrations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 395

C.3 Design for Long-Term Deflection . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 395
C.4 Camber . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 395
C.5 Expansion and Contraction . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 395
C.6 Durability . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 395

APPENDIX D BUILDINGS EXEMPTED FROM TORSIONAL WIND LOAD CASES . . . . . . . . . . . . . . . . 397
D.1 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 397
D.2 One- and Two-Story Buildings Meeting the Following Requirements . . . . . . . . . . . . . . . . . . . 397
D.3 Buildings Controlled by Seismic Loading. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 397

D.3.1 Buildings with Diaphragms at Each Level That Are Not Flexible. . . . . . . . . . . . . . . 397
D.3.2 Buildings with Diaphragms at Each Level That Are Flexible. . . . . . . . . . . . . . . . . . 397

D.4 Buildings Classified as Torsionally Regular under Wind Load. . . . . . . . . . . . . . . . . . . . . . . 397
D.5 Buildings with Diaphragms That Are Flexible and Designed for Increased Wind Loading . . . . . . . . 397
D.6 Class 1 and Class 2 Simple Diaphragm Buildings h≤ 160 ft (48.8 m) Meeting the Following Requirements

(Refer to Section 27.5.2). . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .
397

D.6.1 Case A—Class 1 and Class 2 Buildings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 397
D.6.2 Case B—Class 1 and Class 2 Buildings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 397
D.6.3 Case C—Class 1 and Class 2 Buildings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 398
D.6.4 Case D—Class 1 and Class 2 Buildings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 398
D.6.5 Case E—Class 1 and Class 2 Buildings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 399
D.6.6 Case F—Class 1 Buildings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 399

APPENDIX E PERFORMANCE-BASED DESIGN PROCEDURES FOR FIRE EFFECTS ON STRUCTURES. . . . 401
E.1 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 401
E.2 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 401
E.3 General Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 401
E.4 Performance Objectives . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 401

E.4.1 Structural Integrity.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 401
E.4.2 Project-Specific Performance Objectives. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 401

E.5 Thermal Analysis of Fire Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 402
E.5.1 Fuel Load. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 402
E.5.2 Structural Design Fires. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 402
E.5.3 Heat Transfer Analysis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 402

E.6 Structural Analysis of Fire Effects. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 402
E.6.1 Temperature History for Structural Members and Connections. . . . . . . . . . . . . . . . . 402
E.6.2 Temperature-Dependent Properties. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 402
E.6.3 Load Combinations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 402

xxx STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



COMMENTARY TO STANDARD ASCE/SEI 7-16

Commentary contents appear in second book

C1 GENERAL . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 405
C1.1 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 405
C1.3 Basic Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 405

C1.3.1 Strength and Stiffness. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 405
C1.3.1.3 Performance-Based Procedures. . . . . . . . . . . . . . . . . . . . . . . . . . . 405

C1.3.2 Serviceability. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 409
C1.3.3 Functionality. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 409
C1.3.4 Self-Straining Forces and Effects. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 410
C1.3.7 Fire Resistance. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 410

C1.4 General Structural Integrity . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 410
C1.5 Classification of Buildings and Other Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 412

C1.5.1 Risk Categorization. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 412
C1.5.3 Toxic, Highly Toxic, and Explosive Substances. . . . . . . . . . . . . . . . . . . . . . . . . 414

C1.7 Load Tests . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 415
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 415
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 416

C2 COMBINATIONS OF LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 417
C2.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 417
C2.2 Symbols . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 417
C2.3 Load Combinations for Strength Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 417

C2.3.1 Basic Combinations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 417
C2.3.2 Load Combinations Including Flood Load. . . . . . . . . . . . . . . . . . . . . . . . . . . . 418
C2.3.3 Load Combinations Including Atmospheric Ice Loads.. . . . . . . . . . . . . . . . . . . . . 418
C2.3.4 Load Combinations Including Self-Straining Forces and Effects. . . . . . . . . . . . . . . . 419
C2.3.5 Load Combinations for Nonspecified Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . 419
C2.3.6 Basic Combinations with Seismic Load Effects. . . . . . . . . . . . . . . . . . . . . . . . . 420

C2.4 Load Combinations for Allowable Stress Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 420
C2.4.1 Basic Combinations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 420
C2.4.2 Load Combinations Including Flood Load. . . . . . . . . . . . . . . . . . . . . . . . . . . . 421
C2.4.3 Load Combinations Including Atmospheric Ice Loads.. . . . . . . . . . . . . . . . . . . . . 421
C2.4.4 Load Combinations Including Self-Straining Forces and Effects. . . . . . . . . . . . . . . . 421

C2.5 Load Combinations for Extraordinary Events . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 421
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 423

C3 DEAD LOADS, SOIL LOADS, AND HYDROSTATIC PRESSURE . . . . . . . . . . . . . . . . . . . . . . . . . 425
C3.1 Dead Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 425

C3.1.2 Weights of Materials and Constructions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 425
C3.1.3 Weight of Fixed Service Equipment. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 425
C3.1.4 Vegetative and Landscaped Roofs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 425
C3.1.5 Solar Panels. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 425

C3.2 Soil Loads and Hydrostatic Pressure . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 425
C3.2.1 Lateral Pressures.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 425
C3.2.2 Uplift Loads on Floors and Foundations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 431

Reference . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 431

C4 LIVE LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 433
C4.3 Uniformly Distributed Live Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 433

C4.3.1 Required Live Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 433
C4.3.2 Provision for Partitions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 435
C4.3.3 Partial Loading. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 435

C4.4 Concentrated Live Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 435
C4.5 Loads on Handrail, Guardrail, Grab Bar, and Vehicle Barrier Systems, and on Fixed Ladders. . . . . . 435

C4.5.1 Handrail and Guardrail Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 435
C4.5.2 Grab Bar Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 435
C4.5.3 Vehicle Barrier Systems.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 435
C4.5.4 Fixed Ladders. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 435

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xxxi

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C4.6 Impact Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 435
C4.6.4 Elements Supporting Hoists for Façade Access and Building Maintenance Equipment. . . . 435
C4.6.5 Fall Arrest and Lifeline Anchorages. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 436

C4.7 Reduction in Uniform Live Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 436
C4.7.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 436
C4.7.3 Heavy Live Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 437
C4.7.4 Passenger Vehicle Garages. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 437
C4.7.6 Limitations on One-Way Slabs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 437

C4.8 Reduction in Roof Live Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 437
C4.8.2 Ordinary Roofs, Awnings, and Canopies. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 437
C4.8.3 Occupiable Roofs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 437

C4.9 Crane Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 437
C4.11 Helipad Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 437

C4.11.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 437
C4.11.2 Concentrated Helicopter Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 438

C4.13 Library Stack Rooms. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 438
C4.14 Seating For Assembly Uses . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 438
C4.17 Solar Panel Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 438

C4.17.1 Roof Loads at Solar Panels. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 438
C4.17.3 Open-Grid Roof Structures Supporting Solar Panels. . . . . . . . . . . . . . . . . . . . . . . 438

References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 438

C5 FLOOD LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 439
C5.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 439
C5.2 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 439
C5.3 Design Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 440

C5.3.1 Design Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 440
C5.3.2 Erosion and Scour. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 440
C5.3.3 Loads on Breakaway Walls. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 440

C5.4 Loads during Flooding . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 440
C5.4.1 Load Basis.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 440
C5.4.2 Hydrostatic Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 440
C5.4.3 Hydrodynamic Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 440
C5.4.4 Wave Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 441

C5.4.4.2 Breaking Wave Loads on Vertical Walls. . . . . . . . . . . . . . . . . . . . . . 441
C5.4.5 Impact Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 441

References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 444

C6 TSUNAMI LOADS AND EFFECTS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 447
C6.1 General Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 447

C6.1.1 Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 447
C6.2 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 456
C6.3 Symbols and Notation . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 456
C6.4 Tsunami Risk Categories . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 457
C6.5 Analysis of Design Inundation Depth and Flow Velocity . . . . . . . . . . . . . . . . . . . . . . . . . 458

C6.5.3 Sea Level Change. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 460
C6.6 Inundation Depths and Flow Velocities Based on Runup . . . . . . . . . . . . . . . . . . . . . . . . . 461

C6.6.1 Maximum Inundation Depth and Flow Velocities Based on Runup.. . . . . . . . . . . . . . 461
C6.6.2 Energy Grade Line Analysis of Maximum Inundation Depths and Flow Velocities. . . . . . 461
C6.6.3 Terrain Roughness.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 462
C6.6.4 Tsunami Bores.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 462

C6.7 Inundation Depths and Flow Velocities Based on Site-Specific Probabilistic Tsunami Hazard
Analysis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 462
C6.7.1 Tsunami Waveform. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 465
C6.7.2 Tsunamigenic Sources.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 466
C6.7.3 Earthquake Rupture Unit Source Tsunami Functions for Offshore Tsunami Amplitude. . . . 466
C6.7.4 Treatment of Modeling and Natural Uncertainties. . . . . . . . . . . . . . . . . . . . . . . . 466
C6.7.5 Offshore Tsunami Amplitude. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 466

C6.7.5.1 Offshore Tsunami Amplitude for Distant Seismic Sources. . . . . . . . . . . . 466
C6.7.5.2 Direct Computation of Probabilistic Inundation and Runup. . . . . . . . . . . . 466

C6.7.6 Procedures for Determining Tsunami Inundation and Runup . . . . . . . . . . . . . . . . . 466
C6.7.6.1 Representative Design Inundation Parameters. . . . . . . . . . . . . . . . . . . 466
C6.7.6.2 Seismic Subsidence before Tsunami Arrival. . . . . . . . . . . . . . . . . . . . 466

xxxii STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C6.7.6.3 Model Macroroughness Parameter. . . . . . . . . . . . . . . . . . . . . . . . . 466
C6.7.6.4 Nonlinear Modeling of Inundation. . . . . . . . . . . . . . . . . . . . . . . . . 466
C6.7.6.5 Model Spatial Resolution. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 467
C6.7.6.6 Built Environment. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 467
C6.7.6.7 Inundation Model Validation. . . . . . . . . . . . . . . . . . . . . . . . . . . . 467
C6.7.6.8 Determining Site-Specific Inundation Flow Parameters. . . . . . . . . . . . . . 467
C6.7.6.9 Tsunami Design Parameters for Flow over Land.. . . . . . . . . . . . . . . . . 467

C6.8 Structural Design Procedures for Tsunami Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 467
C6.8.1 Performance of Tsunami Risk Category II and III Buildings and Other Structures.. . . . . . 468
C6.8.2 Performance of Tsunami Risk Category III Critical Facilities and Tsunami Risk

Category IV Buildings and Other Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . 468
C6.8.3 Structural Performance Evaluation. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 468

C6.8.3.1 Load Cases. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 468
C6.8.3.2 Tsunami Importance Factors. . . . . . . . . . . . . . . . . . . . . . . . . . . . 469
C6.8.3.3 Load Combinations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 469
C6.8.3.4 Lateral-Force-Resisting System Acceptance Criteria. . . . . . . . . . . . . . . . 469
C6.8.3.5 Structural Component Acceptance Criteria. . . . . . . . . . . . . . . . . . . . . 469

C6.8.4 Minimum Fluid Density for Tsunami Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . 470
C6.8.5 Flow Velocity Amplification. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 470

C6.8.5.2 Flow Velocity Amplification by Physical or Numerical Modeling. . . . . . . . 471
C6.8.6 Directionality of Flow . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 471

C6.8.6.1 Flow Direction.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 471
C6.8.6.2 Site-Specific Directionality. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 471

C6.8.7 Minimum-Closure-Ratio-for-Load-Determination.. . . . . . . . . . . . . . . . . . . . . . . . 471
C6.8.8 Minimum-Number-of-Tsunami-Flow-Cycles. . . . . . . . . . . . . . . . . . . . . . . . . . . 472
C6.8.9 Seismic Effects on the Foundations Preceding Local Subduction Zone Maximum

Considered Tsunami.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 472
C6.8.10 Physical Modeling of Tsunami Flow, Loads, and Effects. . . . . . . . . . . . . . . . . . . . 472

C6.9 Hydrostatic Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 473
C6.9.1 Buoyancy. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 473
C6.9.2 Unbalanced Lateral Hydrostatic Force. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 473
C6.9.3 Residual Water Surcharge Load on Floors and Walls. . . . . . . . . . . . . . . . . . . . . . 473
C6.9.4 Hydrostatic-Surcharge-Pressure-on-Foundation. . . . . . . . . . . . . . . . . . . . . . . . . . 473

C6.10 Hydrodynamic Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 473
C6.10.1 Simplified Equivalent Uniform Lateral Static Pressure.. . . . . . . . . . . . . . . . . . . . . 473

C6.10.2.1 Overall Drag Force on Buildings and Other Structures. . . . . . . . . . . . . . 474
C6.10.2.2 Drag Force on Components. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 474
C6.10.2.3 Tsunami-Loads-on-Vertical-Structural-Components, Fw. . . . . . . . . . . . . . 474
C6.10.2.4 Hydrodynamic Load on Perforated Walls, Fpw.. . . . . . . . . . . . . . . . . . 475
C6.10.2.5 Walls Angled to the Flow.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 475
C6.10.3.1 Flow Stagnation Pressure. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 475
C6.10.3.2 Hydrodynamic Surge Uplift at Horizontal Slabs . . . . . . . . . . . . . . . . . 475
C6.10.3.3 Tsunami Bore Flow Entrapped in Structural Wall-Slab Recesses . . . . . . . . 475

C6.11 Debris Impact Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 477
C6.11.1 Alternative Simplified Debris Impact Static Load. . . . . . . . . . . . . . . . . . . . . . . . 477
C6.11.2 Wood Logs and Poles. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 478
C6.11.3 Impact by Vehicles. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 478
C6.11.4 Impact by Submerged Tumbling Boulder and Concrete Debris. . . . . . . . . . . . . . . . . 478
C6.11.5 Site Hazard Assessment for Shipping Containers, Ships, and Barges. . . . . . . . . . . . . . 478
C6.11.6 Shipping Containers. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 479
C6.11.7 Extraordinary Debris Impacts. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 479
C6.11.8 Alternative Methods of Response Analysis.. . . . . . . . . . . . . . . . . . . . . . . . . . . 479

C6.12 Foundation Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 480
C6.12.1 Resistance Factors for Foundation Stability Analyses. . . . . . . . . . . . . . . . . . . . . . 480
C6.12.2 Load and Effect Characterization. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 481

C6.12.2.1 Uplift and Underseepage Forces. . . . . . . . . . . . . . . . . . . . . . . . . . 481
C6.12.2.2 Loss of Strength. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 481
C6.12.2.3 General Erosion. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 482
C6.12.2.4 Scour.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 483
C6.12.2.6 Displacements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 483

C6.12.3 Alternative Foundation Performance-Based Design Criteria. . . . . . . . . . . . . . . . . . . 483
C6.12.4 Foundation Countermeasures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 483

C6.12.4.1 Fill. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 483
C6.12.4.2 Protective Slab on Grade. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 483
C6.12.4.3 Geotextiles and Reinforced Earth Systems. . . . . . . . . . . . . . . . . . . . . 483

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xxxiii

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C6.12.4.4 Facing Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 484
C6.12.4.5 Ground Improvement. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 484

C6.13 Structural Countermeasures for Tsunami Loading . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 484
C6.13.2 Tsunami Barriers. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 484

C6.13.2.2 Site Layout. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 484
C6.14 Tsunami Vertical Evacuation Refuge Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 484
C6.15 Designated Nonstructural Components and Systems . . . . . . . . . . . . . . . . . . . . . . . . . . . . 485
C6.16 Nonbuilding Tsunami Risk Category III and IV Structures . . . . . . . . . . . . . . . . . . . . . . . . 485
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 485
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 488

C7 SNOW LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 489
C7.0 Snow Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 489
C7.2 Ground Snow Loads, pg . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 489
C7.3 Flat Roof Snow Loads, pf . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 493

C7.3.1 Exposure Factor, Ce. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 493
C7.3.2 Thermal Factor, Ct. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 494
C7.3.3 Importance Factor, Is. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 494
C7.3.4 Minimum Snow Load for Low-Slope Roofs, pm.. . . . . . . . . . . . . . . . . . . . . . . . 495

C7.4 Sloped Roof Snow Loads, ps . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 495
C7.4.3 Roof Slope Factor for Curved Roofs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 495
C7.4.4 Roof Slope Factor for Multiple Folded Plate, Sawtooth, and Barrel Vault Roofs. . . . . . . 495
C7.4.5 Ice Dams and Icicles along Eaves. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 495

C7.5 Partial Loading . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 495
C7.6 Unbalanced Roof Snow Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 496

C7.6.1 Unbalanced Snow Loads for Hip and Gable Roofs. . . . . . . . . . . . . . . . . . . . . . . 496
C7.6.2 Unbalanced Snow Loads for Curved Roofs. . . . . . . . . . . . . . . . . . . . . . . . . . . 497
C7.6.3 Unbalanced Snow Loads for Multiple Folded Plate, Sawtooth, and Barrel Vault Roofs. . . . 497
C7.6.4 Unbalanced Snow Loads for Dome Roofs. . . . . . . . . . . . . . . . . . . . . . . . . . . . 497

C7.7 Drifts on Lower Roofs (Aerodynamic Shade). . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 497
C7.7.2 Adjacent Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 498
C7.7.3 Intersecting Drifts at Low Roofs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 498

C7.8 Roof Projections and Parapets . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 498
C7.9 Sliding Snow . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 500
C7.10 Rain-on-Snow Surcharge Load . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 500
C7.11 Ponding Instability . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 501
C7.12 Existing Roofs . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 501
C7.13 Snow on Open-Frame Equipment Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 501

C.7.13.3 Snow Loads on Pipes and Cable Trays.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 501
C7.13.2 Snow at Levels below the Top Level.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 501
C7.13.4 Snow Loads on Equipment and Equipment Platforms. . . . . . . . . . . . . . . . . . . . . . 501

C7.14 Other Roofs and Sites . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 501
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 504
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 505

C8 RAIN LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 507
C8.1 Definitions and Symbols . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 507
C8.2 Roof Drainage . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 507
C8.3 Design Rain Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 507
C8.4 Ponding Instability and Ponding Load . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 512
C8.5 Controlled Drainage . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 512
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 513

C9 RESERVED FOR FUTURE COMMENTARY . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 515

C10 ICE LOADS—ATMOSPHERIC ICING . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 517
C10.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 517

C10.1.1 Site-Specific Studies. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 517
C10.1.2 Dynamic Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 518
C10.1.3 Exclusions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 518

C10.2 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 518

xxxiv STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C10.4 Ice Loads Caused by Freezing Rain. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 519
C10.4.1 Ice Weight. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 519
C10.4.2 Nominal Ice Thickness. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 519
C10.4.4 Importance Factors. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 521
C10.4.6 Design Ice Thickness for Freezing Rain. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 521

C10.5 Wind on Ice-Covered Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 521
C10.5.5 Wind on Ice-Covered Guys and Cables. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 521

C10.6 Design Temperatures for Freezing Rain . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 522
C10.7 Partial Loading . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 522
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 522

C11 SEISMIC DESIGN CRITERIA . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 525
C11.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 525

C11.1.1 Purpose. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 526
C11.1.2 Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 526
C11.1.3 Applicability. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 526
C11.1.4 Alternate Materials and Methods of Construction. . . . . . . . . . . . . . . . . . . . . . . . 526
C11.1.5 Quality Assurance. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 526

C11.2 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 526
C11.3 Symbols . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 530
C11.4 Seismic Ground Motion Values . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 530

C11.4.1 Near-Fault Sites. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 531
C11.4.2 Mapped Acceleration Parameters. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 531
C11.4.3 Site Class. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 531
C11.4.4 Site Coefficients and Risk-Targeted Maximum Considered Earthquake (MCER)

Spectral Response Acceleration Parameters. . . . . . . . . . . . . . . . . . . . . . . . . . . 531
C11.4.5 Design Spectral Acceleration Parameters. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 532
C11.4.6 Design Response Spectrum. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 532
C11.4.8 Site-Specific Ground Motion Procedures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 533

C11.5 Importance Factor and Risk Category . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 535
C11.5.1 Importance Factor. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 535
C11.5.2 Protected Access for Risk Category IV.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 535

C11.6 Seismic Design Category . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 535
C11.7 Design Requirements for Seismic Design Category A . . . . . . . . . . . . . . . . . . . . . . . . . . . 537
C11.8 Geologic Hazards and Geotechnical Investigation . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 537

C11.8.1 Site Limitation for Seismic Design Categories E and F. . . . . . . . . . . . . . . . . . . . . 537
C11.8.2 Geotechnical Investigation Report Requirements for Seismic Design

Categories C through F. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 537
C11.8.3 Additional Geotechnical Investigation Report Requirements for Seismic Design

Categories D through F. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 537
C11.9 Vertical Ground Motions for Seismic Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 539

C11.9.2 MCER Vertical Response Spectrum. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 539
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 540
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 541

C12 SEISMIC DESIGN REQUIREMENTS FOR BUILDING STRUCTURES . . . . . . . . . . . . . . . . . . . . . . 543
C12.1 Structural Design Basis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 543

C12.1.1 Basic Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 543
C12.1.2 Member Design, Connection Design, and Deformation Limit. . . . . . . . . . . . . . . . . . 546
C12.1.3 Continuous Load Path and Interconnection.. . . . . . . . . . . . . . . . . . . . . . . . . . . 546
C12.1.4 Connection to Supports. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 546
C12.1.5 Foundation Design. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 546
C12.1.6 Material Design and Detailing Requirements.. . . . . . . . . . . . . . . . . . . . . . . . . . 546

C12.2 Structural System Selection . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 546
C12.2.1 Selection and Limitations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 546

C12.2.1.1 Alternative Structural Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . 547
C12.2.1.2 Elements of Seismic Force-Resisting Systems. . . . . . . . . . . . . . . . . . . 547

C12.2.2 Combinations of Framing Systems in Different Directions. . . . . . . . . . . . . . . . . . . 548
C12.2.3 Combinations of Framing Systems in the Same Direction.. . . . . . . . . . . . . . . . . . . 548

C12.2.3.1 R, Cd, and Ω0 Values for Vertical Combinations. . . . . . . . . . . . . . . . . 548
C12.2.3.2 Two-Stage Analysis Procedure. . . . . . . . . . . . . . . . . . . . . . . . . . . 548
C12.2.3.3 R, Cd, and Ω0 Values for Horizontal Combinations. . . . . . . . . . . . . . . . 548

C12.2.4 Combination Framing Detailing Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . 548

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xxxv

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C12.2.5 System-Specific Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 548
C12.2.5.1 Dual System. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 548
C12.2.5.2 Cantilever Column Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 548
C12.2.5.3 Inverted Pendulum-Type Structures.. . . . . . . . . . . . . . . . . . . . . . . . 548
C12.2.5.4 Increased Structural Height Limit for Steel Eccentrically Braced Frames,

Steel Special Concentrically Braced Frames, Steel Buckling-Restrained
Braced Frames, Steel Special Plate Shear Walls, and Special Reinforced
Concrete Shear Walls. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 549

C12.2.5.5 Special Moment Frames in Structures Assigned to Seismic Design Categories D
through F. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .

549

C12.2.5.6 Steel Ordinary Moment Frames.. . . . . . . . . . . . . . . . . . . . . . . . . . 549
C12.2.5.7 Steel Intermediate Moment Frames. . . . . . . . . . . . . . . . . . . . . . . . . 549
C12.2.5.8 Shear Wall–Frame Interactive Systems. . . . . . . . . . . . . . . . . . . . . . . 550

C12.3 Diaphragm Flexibility, Configuration Irregularities, and Redundancy . . . . . . . . . . . . . . . . . . . 550
C12.3.1 Diaphragm Flexibility. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 550

C12.3.1.1 Flexible Diaphragm Condition. . . . . . . . . . . . . . . . . . . . . . . . . . . 551
C12.3.1.2 Rigid Diaphragm Condition. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 551
C12.3.1.3 Calculated Flexible Diaphragm Condition. . . . . . . . . . . . . . . . . . . . . 551

C12.3.2 Irregular and Regular Classification.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 551
C12.3.2.1 Horizontal Irregularity. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 551
C12.3.2.2 Vertical Irregularity. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 551

C12.3.3 Limitations and Additional Requirements for Systems with Structural Irregularities . . . . . 552
C12.3.3.1 Prohibited Horizontal and Vertical Irregularities for Seismic Design

Categories D through F. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 552
C12.3.3.2 Extreme Weak Stories.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 552
C12.3.3.3 Elements Supporting Discontinuous Walls or Frames. . . . . . . . . . . . . . . 552
C12.3.3.4 Increase in Forces Caused by Irregularities for Seismic Design

Categories D through F. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 554
C12.3.4 Redundancy. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 554

C12.3.4.1 Conditions Where Value of ρ is 1.0. . . . . . . . . . . . . . . . . . . . . . . . 554
C12.3.4.2 Redundancy Factor, ρ, for Seismic Design Categories D through F. . . . . . . 554

C12.4 Seismic Load Effects and Combinations . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 555
C12.4.1 Applicability. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 555
C12.4.2 Seismic Load Effect. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 555

C12.4.2.1 Horizontal Seismic Load Effect. . . . . . . . . . . . . . . . . . . . . . . . . . . 556
C12.4.2.2 Vertical Seismic Load Effect. . . . . . . . . . . . . . . . . . . . . . . . . . . . 556

C12.4.3 Seismic Load Effects Including Overstrength. . . . . . . . . . . . . . . . . . . . . . . . . . 556
C12.4.3.1 Horizontal Seismic Load Effect Including Overstrength. . . . . . . . . . . . . . 556
C12.4.3.2 Capacity-Limited Horizontal Seismic Load Effect. . . . . . . . . . . . . . . . . 556

C12.4.4 Minimum Upward Force for Horizontal Cantilevers for Seismic Design
Categories D through F. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 556

C12.5 Direction of Loading . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 557
C12.5.1 Direction of Loading Criteria. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 557
C12.5.2 Seismic Design Category B. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 557
C12.5.3 Seismic Design Category C. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 557
C12.5.4 Seismic Design Categories D through F. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 557

C12.6 Analysis Procedure Selection . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 557
C12.7 Modeling Criteria . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 558

C12.7.1 Foundation Modeling. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 558
C12.7.2 Effective Seismic Weight. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 558
C12.7.3 Structural Modeling. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 559
C12.7.4 Interaction Effects. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 559

C12.8 Equivalent Lateral Force Procedure . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 560
C12.8.1 Seismic Base Shear. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 560

C12.8.1.1 Calculation of Seismic Response Coefficient. . . . . . . . . . . . . . . . . . . . 560
C12.8.1.2 Soil–Structure Interaction Reduction. . . . . . . . . . . . . . . . . . . . . . . . 560
C12.8.1.3 Maximum SDS Value in Determination of Cs and Ev.. . . . . . . . . . . . . . 560

C12.8.2 Period Determination. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 561
C12.8.2.1 Approximate Fundamental Period.. . . . . . . . . . . . . . . . . . . . . . . . . 561

C12.8.3 Vertical Distribution of Seismic Forces.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 562
C12.8.4 Horizontal Distribution of Forces. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 562

C12.8.4.1 Inherent Torsion. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 562
C12.8.4.2 Accidental Torsion. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 563
C12.8.4.3 Amplification of Accidental Torsional Moment. . . . . . . . . . . . . . . . . . 563

C12.8.5 Overturning. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 564

xxxvi STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C12.8.6 Story Drift Determination. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 564
C12.8.6.1 Minimum Base Shear for Computing Drift.. . . . . . . . . . . . . . . . . . . . 565
C12.8.6.2 Period for Computing Drift. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 565

C12.8.7 P-Delta Effects.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 565
C12.9 Linear Dynamic Analysis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 567

C12.9.1 Modal Response Spectrum Analysis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 567
C12.9.1.1 Number of Modes. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 567
C12.9.1.2 Modal Response Parameters. . . . . . . . . . . . . . . . . . . . . . . . . . . . 568
C12.9.1.3 Combined Response Parameters. . . . . . . . . . . . . . . . . . . . . . . . . . 568
C12.9.1.4 Scaling Design Values of Combined Response. . . . . . . . . . . . . . . . . . 568
C12.9.1.5 Horizontal Shear Distribution. . . . . . . . . . . . . . . . . . . . . . . . . . . . 568
C12.9.1.6 P-Delta Effects.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 569
C12.9.1.7 Soil–Structure Interaction Reduction. . . . . . . . . . . . . . . . . . . . . . . . 569
C12.9.1.8 Structural Modeling. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 569

C12.9.2 Linear Response History Analysis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 569
C12.9.2.1 General Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 569
C12.9.2.2 General Modeling Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . 569
C12.9.2.3 Ground Motion Selection and Modification. . . . . . . . . . . . . . . . . . . . 570
C12.9.2.4 Application of Ground Acceleration Histories. . . . . . . . . . . . . . . . . . . 571
C12.9.2.5 Modification of Response for Design. . . . . . . . . . . . . . . . . . . . . . . . 571
C12.9.2.6 Enveloping of Force Response Quantities. . . . . . . . . . . . . . . . . . . . . 571

C12.10 Diaphragms, Chords, and Collectors . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 571
C12.10.1 Diaphragm Design.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 571

C12.10.1.1 Diaphragm Design Forces.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 572
C12.10.2.1 Collector Elements Requiring Load Combinations Including Overstrength for

Seismic Design Categories C through F. . . . . . . . . . . . . . . . . . . . . . 572
C12.10.3 Alternative Design Provisions for Diaphragms, Including Chords and Collectors. . . . . . . 572

C12.10.3.1 Design. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 572
C12.10.3.2 Seismic Design Forces for Diaphragms, Including Chords and Collectors. . . . 573
C12.10.3.3 Transfer Forces in Diaphragms. . . . . . . . . . . . . . . . . . . . . . . . . . . 574
C12.10.3.4 Collectors—Seismic Design Categories C through F. . . . . . . . . . . . . . . 575
C12.10.3.5 Diaphragm Design Force Reduction Factor. . . . . . . . . . . . . . . . . . . . 576

C12.11 Structural Walls and Their Anchorage . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 580
C12.11.1 Design for Out-of-Plane Forces. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 580
C12.11.2 Anchorage of Structural Walls and Transfer of Design Forces into Diaphragms or Other

Supporting Structural Elements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 580
C12.11.2.1 Wall Anchorage Forces. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 580
C12.11.2.2 Additional Requirements for Anchorage of Concrete or Masonry Structural

Walls to Diaphragms in Structures Assigned to Seismic Design
Categories C through F . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 580

C12.12 Drift and Deformation . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 581
C12.12.3 Structural Separation. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 582
C12.12.4 Members Spanning between Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 582
C12.12.5 Deformation Compatibility for Seismic Design Categories D through F. . . . . . . . . . . . 582

C12.13 Foundation Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 583
C12.13.1 Design Basis.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 583
C12.13.3 Foundation Load-Deformation Characteristics. . . . . . . . . . . . . . . . . . . . . . . . . . 583
C12.13.4 Reduction of Foundation Overturning. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 584
C12.13.5 Strength Design for Foundation Geotechnical Capacity. . . . . . . . . . . . . . . . . . . . . 584

C12.13.5.2 Resistance Factors. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 584
C12.13.5.3 Acceptance Criteria. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 584

C12.13.6 Allowable Stress Design for Foundation Geotechnical Capacity. . . . . . . . . . . . . . . . 584
C12.13.7 Requirements for Structures Assigned to Seismic Design Category C. . . . . . . . . . . . . 585

C12.13.7.1 Pole-Type Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 585
C12.13.7.2 Foundation Ties. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 585
C12.13.7.3 Pile Anchorage Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . 585

C12.13.8 Requirements for Structures Assigned to Seismic Design Categories D through F . . . . . . 585
C12.13.8.1 Pole-Type Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 585
C12.13.8.2 Foundation Ties. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 585
C12.13.8.3 General Pile Design Requirement.. . . . . . . . . . . . . . . . . . . . . . . . . 585
C12.13.8.4 Batter Piles. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 585
C12.13.8.5 Pile Anchorage Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . 585
C12.13.8.6 Splices of Pile Segments. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 585
C12.13.8.7 Pile–Soil Interaction. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 585
C12.13.8.8 Pile Group Effects. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 586

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xxxvii

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C12.13.9 Requirements for Foundations on Liquefiable Sites. . . . . . . . . . . . . . . . . . . . . . . 586
C12.13.9.1 Foundation Design. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 587
C12.13.9.2 Shallow Foundations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 587
C12.13.9.3 Deep Foundations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 587

C12.14 Simplified Alternative Structural Design Criteria for Simple Bearing Wall or Building Frame
Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 588
C12.14.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 588

C12.14.1.1 Simplified Design Procedure. . . . . . . . . . . . . . . . . . . . . . . . . . . . 588
C12.14.3 Seismic Load Effects and Combinations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 589
C12.14.7 Design and Detailing Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 589
C12.14.8 Simplified Lateral Force Analysis Procedure . . . . . . . . . . . . . . . . . . . . . . . . . . 589

C12.14.8.1 Seismic Base Shear. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 589
C12.14.8.2 Vertical Distribution. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 589
C12.14.8.5 Drift Limits and Building Separation. . . . . . . . . . . . . . . . . . . . . . . . 589

References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 589
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 591

C13 SEISMIC DESIGN REQUIREMENTS FOR NONSTRUCTURAL COMPONENTS . . . . . . . . . . . . . . . . . 593
C13.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 593

C13.1.1 Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 593
C13.1.2 Seismic Design Category. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 595
C13.1.3 Component Importance Factor. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 595
C13.1.4 Exemptions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 595
C13.1.5 Premanufactured Modular Mechanical and Electrical Systems. . . . . . . . . . . . . . . . . 596
C13.1.6 Application of Nonstructural Component Requirements to Nonbuilding Structures. . . . . . 596
C13.1.7 Reference Documents. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 596
C13.1.8 Reference Documents Using Allowable Stress Design.. . . . . . . . . . . . . . . . . . . . . 597

C13.2 General Design Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 597
C13.2.1 Applicable Requirements for Architectural, Mechanical, and Electrical Components,

Supports, and Attachments. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 597
C13.2.2 Special Certification Requirements for Designated Seismic Systems. . . . . . . . . . . . . . 597
C13.2.3 Consequential Damage. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 598
C13.2.4 Flexibility. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 598
C13.2.5 Testing Alternative for Seismic Capacity Determination.. . . . . . . . . . . . . . . . . . . . 599
C13.2.6 Experience Data Alternative for Seismic Capacity Determination. . . . . . . . . . . . . . . . 599
C13.2.7 Construction Documents. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 600

C13.3 Seismic Demands on Nonstructural Components . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 600
C13.3.1 Seismic Design Force. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 600

C13.3.1.4 Dynamic Analysis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 601
C13.3.2 Seismic Relative Displacements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 602

C13.3.2.1 Displacements within Structures. . . . . . . . . . . . . . . . . . . . . . . . . . 602
C13.3.2.2 Displacements between Structures. . . . . . . . . . . . . . . . . . . . . . . . . 602

C13.3.3 Component Period.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 602
C13.4 Nonstructural Component Anchorage . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 603

C13.4.1 Design Force in the Attachment. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 604
C13.4.2 Anchors in Concrete or Masonry. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 604
C13.4.3 Installation Conditions.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 605
C13.4.4 Multiple Attachments. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 605
C13.4.5 Power-Actuated Fasteners. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 605
C13.4.6 Friction Clips. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 605

C13.5 Architectural Components . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 605
C13.5.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 606
C13.5.2 Forces and Displacements.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 606
C13.5.3 Exterior Nonstructural Wall Elements and Connections. . . . . . . . . . . . . . . . . . . . . 606
C13.5.4 Glass. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 607
C13.5.5 Out-of-Plane Bending. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 607
C13.5.6 Suspended Ceilings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 607

C13.5.6.1 Seismic Forces.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 607
C13.5.6.2 Industry Standard Construction for Acoustical Tile or Lay-In Panel

Ceilings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 607
C13.5.6.3 Integral Construction. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 610

C13.5.7 Access Floors . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 610
C13.5.7.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 610
C13.5.7.2 Special Access Floors. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 610

xxxviii STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C13.5.8 Partitions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 610
C13.5.9 Glass in Glazed Curtain Walls, Glazed Storefronts, and Glazed Partitions. . . . . . . . . . . 610

C13.5.9.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 611
C13.5.9.2 Seismic Drift Limits for Glass Components. . . . . . . . . . . . . . . . . . . . 611

C13.5.10 Egress Stairs and Ramps. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 611
C13.6 Mechanical and Electrical Components . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 611

C13.6.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 612
C13.6.2 Mechanical Components and C13.6.3 Electrical Components. . . . . . . . . . . . . . . . . . 612
C13.6.4 Component Supports. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 613

C13.6.4.1 Design Basis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 613
C13.6.4.2 Design for Relative Displacement. . . . . . . . . . . . . . . . . . . . . . . . . 613
C13.6.4.3 Support Attachment to Component. . . . . . . . . . . . . . . . . . . . . . . . . 613
C13.6.4.5 Additional Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 613

C13.6.5 Distribution Systems: Conduit, Cable Tray, and Raceways. . . . . . . . . . . . . . . . . . . 614
C13.6.6 Distribution Systems: Duct Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 614
C13.6.7 Distribution Systems: Piping and Tubing Systems. . . . . . . . . . . . . . . . . . . . . . . . 614

C13.6.7.1 ASME Pressure Piping Systems. . . . . . . . . . . . . . . . . . . . . . . . . . 615
C13.6.7.2 Fire Protection Sprinkler Piping Systems. . . . . . . . . . . . . . . . . . . . . . 616
C13.6.7.3 Exceptions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 616

C13.6.9 Utility and Service Lines. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 616
C13.6.10 Boilers and Pressure Vessels. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 616
C13.6.11 Elevator and Escalator Design Requirements.. . . . . . . . . . . . . . . . . . . . . . . . . . 616

C13.6.11.3 Seismic Controls for Elevators. . . . . . . . . . . . . . . . . . . . . . . . . . . 616
C13.6.11.4 Retainer Plates. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 616

C13.6.12 Rooftop Solar Panels. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 616
C13.6.13 Other Mechanical and Electrical Components. . . . . . . . . . . . . . . . . . . . . . . . . . 617

References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 617
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 618

C14 MATERIAL-SPECIFIC SEISMIC DESIGN AND DETAILING REQUIREMENTS . . . . . . . . . . . . . . . . . 619
C14.0 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 619
C14.1 Steel . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 619

C14.1.1 Reference Documents. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 619
C14.1.2 Structural Steel . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 619

C14.1.2.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 619
C14.1.2.2 Seismic Requirements for Structural Steel Structures . . . . . . . . . . . . . . . 619

C14.1.3 Cold-Formed Steel . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 619
C14.1.3.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 619
C14.1.3.2 Seismic Requirements for Cold-Formed Steel Structures. . . . . . . . . . . . . 619

C14.1.4 Cold-Formed Steel Light-Frame Construction . . . . . . . . . . . . . . . . . . . . . . . . . 620
C14.1.4.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 620
C14.1.4.2 Seismic Requirements for Cold-Formed Steel Light-Frame Construction. . . . . 620
C14.1.4.3 Prescriptive Cold-Formed Steel Light-Frame Construction. . . . . . . . . . . . 620

C14.1.5 Cold-Formed Steel Deck Diaphragms. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 620
C14.1.7 Steel Cables. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 620
C14.1.8 Additional Detailing Requirements for Steel Piles in Seismic Design

Categories D through F. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 620
C14.2 Concrete . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 620

C14.2.2.1 Definitions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 620
C14.2.2.2 ACI 318, Section 10.7.6. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 621
C14.2.2.3 Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 621
C14.2.2.4 Intermediate Precast Structural Walls. . . . . . . . . . . . . . . . . . . . . . . . 621
C14.2.2.6 Foundations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 621
C14.2.2.7 Detailed Plain Concrete Shear Walls. . . . . . . . . . . . . . . . . . . . . . . . 621

C14.2.3 Additional Detailing Requirements for Concrete Piles. . . . . . . . . . . . . . . . . . . . . . 621
C14.2.4 Additional Design and Detailing Requirements for Precast Concrete Diaphragms. . . . . . . 622

C14.2.4.1 Diaphragm Seismic Demand Levels. . . . . . . . . . . . . . . . . . . . . . . . 622
C14.2.4.2 Diaphragm Design Options. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 623
C14.2.4.3 Diaphragm Connector or Joint Reinforcement Deformability. . . . . . . . . . . 625
C14.2.4.4 Precast Concrete Diaphragm Connector and Joint Reinforcement Qualification

Procedure. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 625
C14.3 Composite Steel and Concrete Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 627

C14.3.1 Reference Documents. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 627
C14.3.4 Metal-Cased Concrete Piles. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 627

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xxxix

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C14.4 Masonry . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 628
C14.5 Wood . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 628

C14.5.1 Reference Documents. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 628
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 628
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 628

C15 SEISMIC DESIGN REQUIREMENTS FOR NONBUILDING STRUCTURES . . . . . . . . . . . . . . . . . . . 631
C15.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 631

C15.1.1 Nonbuilding Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 631
C15.1.2 Design. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 631
C15.1.3 Structural Analysis Procedure Selection. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 631
C15.1.4 Nonbuilding Structures Sensitive to Vertical Ground Motions. . . . . . . . . . . . . . . . . 634

C15.2 This section intentionally left blank; see section C15.8. . . . . . . . . . . . . . . . . . . . . . . . . . . 634
C15.3 Nonbuilding Structures Supported by Other Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . 634

C15.3.1 Less Than 25% Combined Weight Condition. . . . . . . . . . . . . . . . . . . . . . . . . . 635
C15.3.2 Greater Than or Equal to 25% Combined Weight Condition. . . . . . . . . . . . . . . . . . 635

C15.4 Structural Design Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 636
C15.4.1 Design Basis.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 636
C15.4.2 Rigid Nonbuilding Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 637
C15.4.3 Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 637
C15.4.4 Fundamental Period. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 637
C15.4.7 Drift, Deflection, and Structure Separation. . . . . . . . . . . . . . . . . . . . . . . . . . . . 637
C15.4.8 Site-Specific Response Spectra. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 637
C15.4.9 Anchors in Concrete or Masonry. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 637
C15.4.10 Requirements for Nonbuilding Structure Foundations on Liquefiable Sites. . . . . . . . . . . 638

C15.5 Nonbuilding Structures Similar to Buildings . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 638
C15.5.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 638
C15.5.2 Pipe Racks.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 638

C15.5.3.1 Steel Storage Racks. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 638
C15.5.3.2 Steel Cantilevered Storage Racks. . . . . . . . . . . . . . . . . . . . . . . . . . 638

C15.5.4 Electrical Power-Generating Facilities. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 639
C15.5.5 Structural Towers for Tanks and Vessels.. . . . . . . . . . . . . . . . . . . . . . . . . . . . 639
C15.5.6 Piers and Wharves.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 639

C15.6 General Requirements for Nonbuilding Structures Not Similar to Buildings . . . . . . . . . . . . . . . 640
C15.6.1 Earth-Retaining Structures.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 640
C15.6.2 Chimneys and Stacks . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 640

C15.6.2.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 640
C15.6.2.2 Concrete Chimneys and Stacks. . . . . . . . . . . . . . . . . . . . . . . . . . . 640
C15.6.2.3 Steel Chimneys and Stacks. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 640

C15.6.4 Special Hydraulic Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 640
C15.6.5 Secondary Containment Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 640

C15.6.5.1 Freeboard. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 641
C15.6.6 Telecommunication Towers. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 641
C15.6.7 Steel Tubular Support Structures for Onshore Wind Turbine Generator Systems.. . . . . . . 641
C15.6.8 Ground-Supported Cantilever Walls or Fences. . . . . . . . . . . . . . . . . . . . . . . . . . 641

C15.7 Tanks and Vessels . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 642
C15.7.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 642
C15.7.2 Design Basis.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 642
C15.7.3 Strength and Ductility. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 643
C15.7.4 Flexibility of Piping Attachments. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 644
C15.7.5 Anchorage. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 644
C15.7.6 Ground-Supported Storage Tanks for Liquids . . . . . . . . . . . . . . . . . . . . . . . . . 644

C15.7.6.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 644
C15.7.7 Water Storage and Water Treatment Tanks and Vessels.. . . . . . . . . . . . . . . . . . . . 646

C15.7.7.1 Welded Steel.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 646
C15.7.7.2 Bolted Steel. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 646
C15.7.7.3 Reinforced and Prestressed Concrete. . . . . . . . . . . . . . . . . . . . . . . . 646

C15.7.8 Petrochemical and Industrial Tanks and Vessels Storing Liquids . . . . . . . . . . . . . . . 646
C15.7.8.1 Welded Steel.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 646
C15.7.8.2 Bolted Steel. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 647

C15.7.9 Ground-Supported Storage Tanks for Granular Materials . . . . . . . . . . . . . . . . . . . 647
C15.7.9.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 647
C15.7.9.2 Lateral Force Determination.. . . . . . . . . . . . . . . . . . . . . . . . . . . . 647
C15.7.9.3 Force Distribution to Shell and Foundation . . . . . . . . . . . . . . . . . . . . 647

xl STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C15.7.10 Elevated Tanks and Vessels for Liquids and Granular Materials. . . . . . . . . . . . . . . . 647
C15.7.10.1 General.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 647
C15.7.10.4 Transfer of Lateral Forces into Support Tower.. . . . . . . . . . . . . . . . . . 648
C15.7.10.5 Evaluation of Structures Sensitive to Buckling Failure. . . . . . . . . . . . . . 648
C15.7.10.7 Concrete Pedestal (Composite) Tanks. . . . . . . . . . . . . . . . . . . . . . . 648

C15.7.11 Boilers and Pressure Vessels. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 648
C15.7.12 Liquid and Gas Spheres. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 648
C15.7.13 Refrigerated Gas Liquid Storage Tanks and Vessels. . . . . . . . . . . . . . . . . . . . . . . 648
C15.7.14 Horizontal, Saddle-Supported Vessels for Liquid or Vapor Storage. . . . . . . . . . . . . . . 655

C15.8 Consensus Standards and Other Referenced Documents . . . . . . . . . . . . . . . . . . . . . . . . . . 655
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 655
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 656

C16 NONLINEAR RESPONSE HISTORY ANALYSIS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 657
C16.1 General Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 657

C16.1.1 Scope. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 657
C16.1.2. Linear Analysis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 657
C16.1.3 Vertical Response Analysis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 658
C16.1.4 Documentation.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 658

C16.2 Ground Motions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 658
C16.2.1 Target Response Spectrum. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 658
C16.2.2 Ground Motion Selection. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 659
C16.2.3 Ground Motion Modification. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 660

C16.2.3.1 Period Range for Scaling or Matching. . . . . . . . . . . . . . . . . . . . . . . 661
C16.2.3.2 Amplitude Scaling. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 661
C16.2.3.3 Spectral Matching. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 662

C16.2.4 Application of Ground Motions to the Structural Model. . . . . . . . . . . . . . . . . . . . 662
C16.3 Modeling and Analysis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 662

C16.3.1 Modeling.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 662
C16.3.3 P-Delta Effects.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 663
C16.3.4 Torsion.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 663
C16.3.5 Damping. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 664
C16.3.6 Explicit Foundation Modeling. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 664
C16.4.1 Global Acceptance Criteria . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 664

C16.4.1.1 Unacceptable Response. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 664
C16.4.1.2 Story Drift. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 666

C16.4.2 Element-Level Acceptance Criteria. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 667
C16.4.2.1 Force-Controlled Actions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 667
C16.4.2.2 Deformation-Controlled Actions. . . . . . . . . . . . . . . . . . . . . . . . . . 670
C16.4.2.3 Elements of the Gravity Force-Resisting System.. . . . . . . . . . . . . . . . . 671

References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 671
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 671

C17 SEISMIC DESIGN REQUIREMENTS FOR SEISMICALLY ISOLATED STRUCTURES . . . . . . . . . . . . . 673
C17.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 673
C17.2 General Design Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 674

C17.2.4 Isolation System . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 675
C17.2.4.1 Environmental Conditions.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 675
C17.2.4.2 Wind Forces. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 675
C17.2.4.3 Fire Resistance.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 675
C17.2.4.4 Lateral Restoring Force. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 675
C17.2.4.5 Displacement Restraint. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 675
C17.2.4.6 Vertical-Load Stability. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 675
C17.2.4.7 Overturning. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 676
C17.2.4.8 Inspection and Replacement.. . . . . . . . . . . . . . . . . . . . . . . . . . . . 676
C17.2.4.9 Quality Control. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 676

C17.2.5 Structural System. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 676
C17.2.5.2 Minimum Building Separations. . . . . . . . . . . . . . . . . . . . . . . . . . . 676
C17.2.5.4 Steel Ordinary Concentrically Braced Frames. . . . . . . . . . . . . . . . . . . 676
C17.2.5.5 Isolation System Connections. . . . . . . . . . . . . . . . . . . . . . . . . . . . 676

C17.2.6 Elements of Structures and Nonstructural Components. . . . . . . . . . . . . . . . . . . . . 677
C17.2.8 Isolation System Properties. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 678

C17.2.8.2 Isolator Unit Nominal Properties. . . . . . . . . . . . . . . . . . . . . . . . . . 678

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xli

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C17.2.8.3 Bounding Properties of Isolation System Components.. . . . . . . . . . . . . . 678
C17.2.8.4 Property Modification Factors.. . . . . . . . . . . . . . . . . . . . . . . . . . . 679
C17.2.8.5 Upper Bound and Lower Bound Force-Deflection Behavior of Isolation

System Components. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 681
C17.3 Seismic Ground Motion Criteria. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 682

C17.3.1 Site-Specific Seismic Hazard. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 682
C17.3.3 MCER Ground Motion Records. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 682

C17.4 Analysis Procedure Selection . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 682
C17.5 Equivalent Lateral Force Procedure . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 682

C17.5.3 Minimum Lateral Displacements Required for Design . . . . . . . . . . . . . . . . . . . . . 683
C17.5.3.1 Maximum Displacement.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 683
C17.5.3.2 Effective Period at the Maximum Displacement. . . . . . . . . . . . . . . . . . 683
C17.5.3.3 Total Maximum Displacement. . . . . . . . . . . . . . . . . . . . . . . . . . . 683

C17.5.4 Minimum Lateral Forces Required for Design. . . . . . . . . . . . . . . . . . . . . . . . . . 683
C17.5.4.1 Isolation System and Structural Elements below the Base Level. . . . . . . . . 684
C17.5.4.2 Structural Elements above the Base Level. . . . . . . . . . . . . . . . . . . . . 684
C17.5.4.3 Limits on VS.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 684

C17.5.5 Vertical Distribution of Force. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 684
C17.5.6 Drift Limits. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 686

C17.6 Dynamic Analysis Procedures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 687
C17.6.2 Modeling.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 688

C17.6.3.4 Response History Analysis Procedure. . . . . . . . . . . . . . . . . . . . . . . 688
C17.7 Design Review . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 688
C17.8 Testing . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 689

C17.8.2.2 Sequence and Cycles. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 689
C17.8.2.3 Dynamic Testing. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 689
C17.8.2.4 Units Dependent on Bilateral Load. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 690
C17.8.2.5 Maximum and Minimum Vertical Load. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 690
C17.8.2.7 Testing Similar Units. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 690

C17.8.3 Determination of Force-Deflection Characteristics. . . . . . . . . . . . . . . . . 690
C17.8.4 Test Specimen Adequacy. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 691
C17.8.5 Production Tests. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 691

References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 692
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 692

C18 SEISMIC DESIGN REQUIREMENTS FOR STRUCTURES WITH DAMPING SYSTEMS . . . . . . . . . . . . 693
C18.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 693
C18.2 General Design Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 693

C18.2.1 System Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 693
C18.2.1.2 Damping System . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 693

C18.2.2 Seismic Ground Motion Criteria. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 693
C18.2.3 Procedure Selection . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 693

C18.2.4.1 Device Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 695
C18.2.4.4 Nominal Design Properties . . . . . . . . . . . . . . . . . . . . . . . . . . . . 696
C18.2.4.5 Maximum and Minimum Damper Properties . . . . . . . . . . . . . . . . . . . 696
C18.2.4.6 Damping System Redundancy . . . . . . . . . . . . . . . . . . . . . . . . . . . 697

C18.3 Nonlinear Response History Procedure . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 697
C18.3.2 Accidental Mass Eccentricity . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 697

C18.4 Seismic Load Conditions and Acceptance Criteria for Nonlinear Response History Procedure . . . . . . 698
C18.4.1 Seismic Force-Resisting System . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 698

C18.5 Design Review . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 698
C18.6 Testing . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 698

C18.6.1.2 Sequence and Cycles of Testing. . . . . . . . . . . . . . . . . . . . . . . . . . 698
C18.6.1.3 Testing Similar Devices . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 698
C18.6.1.4 Determination of Force-Velocity-Displacement Characteristics . . . . . . . . . . 698

C18.6.2 Production Tests . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 698
C18.7 Alternate Procedures and Corresponding Acceptance Criteria . . . . . . . . . . . . . . . . . . . . . . . 699

C18.7.1 Response-Spectrum Procedure and C18.7.2 Equivalent Lateral Force Procedure . . . . . . . 699
C18.7.3 Damped Response Modification . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 700

C18.7.3.1 Damping Coefficient . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 700
C18.7.3.2 Effective Damping . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 700

C18.7.4 Seismic Load Conditions and Acceptance Criteria for RSA and ELF Procedures. . . . . . . 700
C18.7.4.5 Seismic Load Conditions and Combination of Modal Responses . . . . . . . . 700

xlii STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 701
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 701

C19 SOIL–STRUCTURE INTERACTION FOR SEISMIC DESIGN. . . . . . . . . . . . . . . . . . . . . . . . . . . . 703
C19.1 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 703
C19.2 SSI Adjusted Structural Demands . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 704
C19.3 Foundation Damping . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 705
C19.4 Kinematic SSI Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 707

C19.4.1 Base Slab Averaging. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 707
C19.4.2 Embedment. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 707

References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 708

C20 SITE CLASSIFICATION PROCEDURE FOR SEISMIC DESIGN . . . . . . . . . . . . . . . . . . . . . . . . . . 709
C20.1 Site Classification . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 709
C20.3 Site Class Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 709

C20.3.1 Site Class F. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 709
C20.4 Definitions of Site Class Parameters. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 710
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 710

C21 SITE-SPECIFIC GROUND MOTION PROCEDURES FOR SEISMIC DESIGN. . . . . . . . . . . . . . . . . . . 711
C21.0 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 711
C21.1 Site Response Analysis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 711

C21.1.1 Base Ground Motions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 711
C21.1.2 Site Condition Modeling. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 711
C21.1.3 Site Response Analysis and Computed Results. . . . . . . . . . . . . . . . . . . . . . . . . 712

C21.2 Risk-Targeted Maximum Considered Earthquake (MCER) Ground Motion Hazard Analysis . . . . . . . 712
C21.2.1 Probabilistic (MCER) Ground Motions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 712

C21.2.1.1 Method 1. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 712
C21.2.1.2 Method 2. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 712

C21.2.2 Deterministic (MCER) Ground Motions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 713
C21.2.3 Site-Specific MCER. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 713

C21.3 Design Response Spectrum . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 713
C21.4 Design Acceleration Parameters . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 713
C21.5 Maximum Considered Earthquake Geometric Mean (MCEG) Peak Ground Acceleration. . . . . . . . . 714
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 714
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 715

C22 SEISMIC GROUND MOTION, LONG-PERIOD TRANSITION, AND RISK COEFFICIENT MAPS . . . . . . . 717
Risk-Targeted Maximum Considered Earthquake (MCER) Ground Motion Maps. . . . . . . . . . . . . 722
Long-Period Transition Maps . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 723
Maximum Considered Earthquake Geometric Mean (MCEG) PGA Maps . . . . . . . . . . . . . . . . . 723
Ground Motion Web Tool . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 724
Risk Coefficient Maps . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 724
Uniform Hazard and Deterministic Ground Motion Maps . . . . . . . . . . . . . . . . . . . . . . . . . 724

References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 724
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 724

C23 SEISMIC DESIGN REFERENCE DOCUMENTS (No Commentary) . . . . . . . . . . . . . . . . . . . . . . . . . 725

C24 RESERVED FOR FUTURE COMMENTARY . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 727

C25 RESERVED FOR FUTURE COMMENTARY . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 729

C26 WIND LOADS: GENERAL REQUIREMENTS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 731
C26.1 Procedures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 731

C26.1.1 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 731
C26.1.2 Permitted Procedures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 731

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xliii

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C26.2 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 732
C26.3 Symbols . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 733
C26.4 General . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 734

C26.4.3 Wind Pressures Acting on Opposite Faces of Each Building Surface . . . . . . . . . . . . . 734
C26.5 Wind Hazard Map . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 734

C26.5.1 Basic Wind Speed . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 734
C26.5.2 Special Wind Regions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 740
C26.5.3 Estimation of Basic Wind Speeds from Regional Climatic Data . . . . . . . . . . . . . . . . 740

C26.6 Wind Directionality . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 741
C26.7 Exposure . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 741

C26.7.4 Exposure Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 743
C26.8 Topographic Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 744
C26.9 Ground Elevation Factor . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 748
C26.10 Velocity Pressure. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 748

C26.10.1 Velocity Pressure Exposure Coefficient . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 748
C26.10.2 Velocity Pressure. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 750

C26.11 Gust Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 751
C26.12 Enclosure Classification . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 755
C26.13 Internal Pressure Coefficients . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 756
C26.14 Tornado Limitation. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 757

C26.14.1 Tornado Wind Speeds and Probabilities . . . . . . . . . . . . . . . . . . . . . . . . . . . . 757
C26.14.2 Wind Pressures Induced by Tornadoes Versus Other Windstorms . . . . . . . . . . . . . . . 758
C26.14.3 Occupant Protection . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 759
C26.14.4 Minimizing Building Damage . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 759
C26.14.5 Continuity of Building Operations . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 764
C26.14.6 Trussed Communications Towers . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 764

References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 764
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 766

C27 WIND LOADS ON BUILDINGS: MAIN WIND FORCE RESISTING SYSTEM (DIRECTIONAL PROCEDURE) 767
C27.1 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 767

C27.1.5 Minimum Design Wind Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 767
Part 1: Enclosed, Partially Enclosed, and Open Buildings of All Heights . . . . . . . . . . . . . . . . . . . . . . . 767
C27.3 Wind Loads: Main Wind Force Resisting System . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 767

C27.3.1 Enclosed and Partially Enclosed Rigid and Flexible Buildings. . . . . . . . . . . . . . . . . 767
C27.3.2 Open Buildings with Monoslope, Pitched, or Troughed Free Roofs. . . . . . . . . . . . . . 768
C27.3.5 Design Wind Load Cases. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 768

Part 2: Enclosed Simple Diaphragm Buildings with h≤ 160 ft (h≤ 48.8 m) . . . . . . . . . . . . . . . . . . . . . 769
C27.5 Wind Loads: Main Wind Force Resisting System . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 769

C27.5.1 Wall and Roof Surfaces: Class 1 and 2 Buildings. . . . . . . . . . . . . . . . . . . . . . . . 769
C27.5.2 Parapets. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 769
C27.5.3 Roof Overhangs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 770

References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 770
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 770

C28 WIND LOADS ON BUILDINGS: MAIN WIND FORCE RESISTING SYSTEM (ENVELOPE PROCEDURE) . 771
Part 1: Enclosed and Partially Enclosed Low-Rise Buildings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 771
C28.3 Wind Loads: Main Wind Force Resisting System . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 771

C28.3.1 Design Wind Pressure for Low-Rise Buildings. . . . . . . . . . . . . . . . . . . . . . . . . 771
C28.3.2 Parapets. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 771
C28.3.4 Minimum Design Wind Loads. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 773

Part 2: Enclosed Simple Diaphragm Low-Rise Buildings. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 773
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 774
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 774

C29 WIND LOADS ON BUILDING APPURTENANCES AND OTHER STRUCTURES: MAIN WIND FORCE
RESISTING SYSTEM (DIRECTIONAL PROCEDURE) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .

775

C29.3 Design Wind Loads: Solid Freestanding Walls and Solid Signs . . . . . . . . . . . . . . . . . . . . . . 775
C29.3.1 Solid Freestanding Walls and Solid Freestanding Signs. . . . . . . . . . . . . . . . . . . . . 775
C29.3.2 Solid Attached Signs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 776

C29.4 Design Wind Loads: Other Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 776
C29.4.1 Rooftop Structures and Equipment for Buildings. . . . . . . . . . . . . . . . . . . . . . . . 776

xliv STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C29.4.2 Design Wind Loads: Circular Bins, Silos, and Tanks with h≤ 120 ft (h≤ 36.5 m), D≤ 120 ft
(D≤ 36.5 m), and 0.25≤H/D≤ 4. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 776
C29.4.2.1 External Walls of Isolated Circular Bins, Silos, and Tanks. . . . . . . . . . . . 776
C29.4.2.2 Roofs of Isolated Circular Bins, Silos, and Tanks. . . . . . . . . . . . . . . . . 776
C29.4.2.3 Undersides of Isolated Elevated Circular Bins, Silos, and Tanks. . . . . . . . . 776
C29.4.2.4 Roofs and Walls of Grouped Circular Bins, Silos, and Tanks.. . . . . . . . . . 776

C29.4.3 Rooftop Solar Panels for Buildings of All Heights with Flat Roofs or Gable or Hip
Roofs with Slopes Less Than 7°. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 777

C29.4.4 Rooftop Solar Panels Parallel to the Roof Surface on Buildings of All Heights and Roof Slopes. 778
C29.5 Parapets. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 778
C29.7 Minimum Design Wind Loading . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 779
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 779

C30 WIND LOADS: COMPONENTS AND CLADDING . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 781
C30.1 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 781

C30.1.1 Building Types. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 781
C30.1.5 Air-Permeable Cladding. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 781

C30.3 Building Types . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 783
C30.3.1 Conditions. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 783
C30.3.2 Design Wind Pressures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 783

Part 1: Low-Rise Buildings . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 786
Part 3: Buildings with h > 60 ft (h > 18.3 m) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 786
Part 4: Buildings with 60 ft< h≤ 160 ft (18.3 m< h≤ 48.8 m) (Simplified) . . . . . . . . . . . . . . . . . . . . . 787
C30.6 Building Types . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 787

C30.6.1 Wind Load: Components and Cladding. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 788
C30.6.1.2 Parapets. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 788
C30.6.1.3 Roof Overhangs. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 788

Part 5: Open Buildings . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 788
C30.7 Building Types . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 788
Part 7: nonbuilding Structures . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 788
C30.12 Circular Bins, Silos, and Tanks with h ≤120 ft (h ≤ 36.5 m) . . . . . . . . . . . . . . . . . . . . . . . 788

C30.12.2 External Walls of Isolated Circular Bins, Silos, and Tanks. . . . . . . . . . . . . . . . . . . 788
C30.12.3 Internal Surface of Exterior Walls of Isolated Open-Topped Circular Bins, Silos,

and Tanks. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 788
C30.12.4 Roofs of Isolated Circular Bins, Silos, and Tanks. . . . . . . . . . . . . . . . . . . . . . . . 788
C30.12.6 Roofs and Walls of Grouped Circular Bins, Silos, and Tanks.. . . . . . . . . . . . . . . . . 788

References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 789
Other References (Not Cited) . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 790

C31 WIND TUNNEL PROCEDURE. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 793
C31.4 Load Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 794

C31.4.1 Mean Recurrence Intervals of Load Effects. . . . . . . . . . . . . . . . . . . . . . . . . . . 794
C31.4.2 Limitations on Wind Speeds. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 794
C31.4.3 Wind Directionality. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 794

C31.6 Roof-Mounted Solar Collectors for Roof Slopes Less than 7 Degrees. . . . . . . . . . . . . . . . . . . 794
C31.6.1 Wind Tunnel Test Requirements. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 794

C31.6.1.1 Limitations on Wind Loads for Rooftop Solar Collectors. . . . . . . . . . . . . 794
C31.6.1.2 Peer Review Requirements for Wind Tunnel Tests of Roof-Mounted Solar

Collectors. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 795
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 795

APPENDIX C11A QUALITY ASSURANCE PROVISIONS (Deleted) . . . . . . . . . . . . . . . . . . . . . . . . . . 797

APPENDIX C11B EXISTING BUILDING PROVISIONS (No Commentary) . . . . . . . . . . . . . . . . . . . . . . 799

APPENDIX CC SERVICEABILITY CONSIDERATIONS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 801
CC.1 Serviceability Considerations . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 801
CC.2 Deflection, Vibration, and Drift . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 801

CC.2.1 Vertical Deflections. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 801
CC.2.2 Drift of Walls and Frames. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 810

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xlv

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



CC.2.3 Vibrations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 810
CC.3 Design for Long-Term Deflection . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 811
CC.4 Camber . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 811
CC.5 Expansion and Contraction . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 811
CC.6 Durability . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 811
References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 811
OTHER REFERENCES . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 811

APPENDIX CD BUILDINGS EXEMPTED FROM TORSIONAL WIND LOAD CASES . . . . . . . . . . . . . . 813

APPENDIX CE PERFORMANCE-BASED DESIGN PROCEDURES FOR FIRE EFFECTS ON STRUCTURES . 815
CE.1 Scope . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 815
CE.2 Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 815
CE.3 General Requirements . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 816
CE.4 Performance Objectives . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 816

CE.4.1 Structural Integrity.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 817
CE.4.2 Project-Specific Performance Objectives. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 817

CE.5 Thermal Analysis of Fire Effects . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 817
CE.5.1 Fuel Load. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 818
CE.5.2 Structural Design Fires. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 818
CE.5.3 Heat Transfer Analysis. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 818

CE.6 Structural Analysis of Fire Effects. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 819
CE.6.1 Temperature History for Structural Members and Connections. . . . . . . . . . . . . . . . . 820
CE.6.2 Temperature-Dependent Properties. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 820
CE.6.3 Load Combinations. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 821

References . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 821

INDEX. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . Index-1

xlvi STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



ACKNOWLEDGMENTS

The American Society of Civil Engineers (ASCE) acknowledges
the work of the Minimum Design Loads on Buildings and Other
Structures Standards Committee of the Codes and Standards
Activities Division of the Structural Engineering Institute. This
group comprises individuals from many backgrounds, including
consulting engineering, research, construction industry, educa-
tion, government, design, and private practice.

This revision of the standard began in 2011 and incorporates
information as described in the commentary.

This standard was prepared through the consensus standards
process by balloting in compliance with procedures of ASCE’s
Codes and Standards Activities Committee. The individuals who
serve on the Standards Committee are listed as follows.

Minimum Design Loads on Buildings and Other Structures Standards Committee

Voting Members

Ronald O. Hamburger, P.E., S.E., SECB, F.SEI, Chair
J. Gregory Soules, P.E., S.E., P.Eng, SECB, F.SEI, F.ASCE,

Vice-Chair
Donald O. Dusenberry, P.E., SECB, F.SEI, F.ASCE, Past-Chair
Iyad M. Alsamsam, Ph.D., P.E., S.E., M.ASCE
Robert E. Bachman, P.E., S.E., F.SEI, M.ASCE
David G. Brinker, P.E., S.E., M.ASCE
Ray A. Bucklin, Ph.D., P.E., M.ASCE
Charles J. Carter, Ph.D., S.E., P.E., M.ASCE
Gary Y. K. Chock, S.E., D.CE, F.SEI, Dist.M.ASCE
Ronald A. Cook, Ph.D., P.E., F.SEI, F.ASCE
Bradford K. Douglas, P.E., M.ASCE
John F. Duntemann, P.E., M.ASCE
Gary J. Ehrlich, P.E., M.ASCE
Bruce R. Ellingwood, Ph.D., P.E., NAE, F.SEI, Dist.M.ASCE
James M. Fisher, Ph.D., P.E., Dist.M.ASCE
Michael S. Fraser, P.E.
Satyendra K. Ghosh, Ph.D., F.SEI, F.ASCE
Ramon E. Gilsanz, P.E., S.E., F.SEI, F.ASCE
Lawrence G. Griffis, P.E., F.SEI, M.ASCE
Robert D. Hanson, Ph.D., P.E., F.ASCE
James R. Harris, P.E., Ph.D., F.SEI, F.ASCE, NAE
John D. Hooper, P.E., S.E., F.SEI, F.ASCE
Daniel G. Howell, P.E., M.ASCE
Edwin T. Huston, P.E., F.SEI, M.ASCE
Christopher P. Jones, P.E., M.ASCE
Mohammad R. Karim, P.E., S.E., M.ASCE
Jason J. Krohn, P.E., CAE, BSCP, F.SEI, F.ASCE
Marc L. Levitan, A.M.ASCE
Bonnie E. Manley, P.E., F.SEI, M.ASCE
Therese P. McAllister, P.E., F.SEI, M.ASCE
Michael J. O’Rourke, Ph.D., P.E., F.SEI, M.ASCE
Frank K.H. Park, P.E.
Robert B. Paullus Jr., P.E., S.E., F.SEI, M.ASCE (deceased)
Alan B. Peabody, P.E., M.ASCE
Robert G. Pekelnicky, P.E., S.E., M.ASCE
Timothy A. Reinhold, P.E., M.ASCE
Scott A. Russell, P.E., M.ASCE
Donald R. Scott, P.E., S.E., F.SEI, F.ASCE
William N. Scott, P.E., S.E., SECB, M.ASCE
Matthew R. Senecal, P.E., M.ASCE
William L. Shoemaker, Ph.D., P.E., F.SEI, F.ASCE
Jonathan C. Siu, P.E., S.E., M.ASCE
Thomas D. Skaggs, P.E.
Harold O. Sprague, Jr., P.E., F.ASCE
John G. Tawresey, P.E., F.SEI, F.ASCE
Harry B. Thomas, P.E., F.SEI, M.ASCE
Brian E. Trimble, P.E., M.ASCE

Emeritus Members

James R. Cagley, P.E., M.ASCE
Theodore V. Galambos, Ph.D., P.E., NAE, F.EWRI,

F.SEI, Dist.M.ASCE
Neil M. Hawkins, Ph.D., F.SEI, Dist.M.ASCE
James A. Rossberg, F.SEI, M.ASCE

Associate Members

Farid Alfawakhiri, Ph.D., P.E., M.ASCE
Leonel I. Almanzar, Ph.D., P.E., F.SEI, F.ASCE
Richard M. Bennett, Ph.D., P.E., M.ASCE
Russell A. Berkowitz
Craig W. Bursch, P.E., M.ASCE
Alexander Bykovtsev, Ph.D., P.E.
Damayanti Chaudhuri, P.E., M.ASCE
Robert N Chittenden, P.E., F.ASCE
William L. Coulbourne, P.E., M.ASCE
Jay H. Crandell, P.E., M.ASCE
Mukti L. Das, Ph.D., P.E., F.ASCE
Richard M. Drake, P.E., S.E., M.ASCE
Mohammed M. Ettouney, Ph.D., P.E., D.Sc,

F.AEI, Dist.M.ASCE
David A. Fanella, Ph.D., P.E., F.ASCE
Lawrence Fisher, P.E., M.ASCE (deceased)
Donna L.R. Friis, P.E., F.SEI, F.ASCE
Amir S.J. Gilani, P.E., S.E., M.ASCE
Jennifer L. Goupil, P.E., F.SEI, M.ASCE, Secretary
John O. Grieshaber, P.E., S.E., F.SEI, F.ASCE
Wael M. Hassan, P.E., S.E., M.ASCE
Todd R. Hawkinson, P.E., M.ASCE
Mark A. Hershberg, P.E., S.E., M.ASCE
Xiapin Hua, P.E., S.E., M.ASCE
Y. Henry Huang, P.E., M.ASCE
Tony Ingratta
Mohammad Iqbal, Esq., Ph.D., P.E., S.E., F.ASCE
Omar A. Jaradat, Ph.D., P.E., D.P.E., M.ASCE
Hongping Jiang, P.E., M.ASCE
Richart Kahler, P.E., M.ASCE
Charles W. Kilper, P.E., M.ASCE
Charles A. Kircher, Ph.D., P.E., M.ASCE
Raymond W. Kovachik, P.E., M.ASCE
James S.J. Lai, P.E., F.ASCE
Eric J. Letvin, P.E., M.ASCE, Liaison Member
Scott A. Lockyear, A.M.ASCE
John V. Loscheider, P.E., M.ASCE
Mustafa A. Mahamid, Ph.D., P.E., S.E., F.SEI, F.ASCE
Sanjeev R. Malushte, Ph.D., P.E., S.E., F.ASCE
Lance Manuel, Ph.D., P.E., F.SEI, F.ASCE
Jorge F. Meneses, Ph.D., P.E., G.E., D.GE, F.ASCE

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xlvii

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



Fred Morello
Mike C. Mota, Ph.D., P.E., F.SEI, F.ASCE
Rudy Mulia, P.E., S.E., M.ASCE
Erik A. Nelson, P.E., M.ASCE
Lawrence C. Novak, S.E., F.SEI, M.ASCE
George N. Olive, P.E., M.ASCE
David B. Peraza, P.E., M.ASCE
Friedrich Rolf-Christian
Scott M. Rosemann, P.E., F.SEI, M.ASCE
Rafael Sabelli, P.E., S.E., M.ASCE
Fahim Sadek, Ph.D., P.E., F.SEI, M.ASCE
Gwenyth R. Searer, P.E., S.E., M.ASCE
Constadino Sirakis, P.E., M.ASCE
T. Eric Stafford, P.E., M.ASCE
Theodore Stathopoulos, Ph.D., P.E., F.SEI, F.ASCE
David A. Steele, P.E., M.ASCE
Sayed Stoman, Ph.D., P.E., S.E., M.ASCE
Arpan B. Tailor, P.E., F.ASCE
Shakhzod M. Takhirov, P.E.
Lee Tedesco, Aff.M.ASCE
Paulos B. Tekie, P.E., S.E., M.ASCE
Christos V. Tokas
Frederick M. Turner, P.E., S.E., M.ASCE
Marci S.J. Uihlein, P.E., M.ASCE
Victoria B. Valentine, P.E., M.ASCE
Miles E. Waltz, Jr., P.E., M.ASCE
Eric H. Wey, P.E.
Andrew S.J. Whittaker, Ph.D., P.E., S.E., F.SEI, F.ASCE
Peter J. G. Willse, P.E., M.ASCE
Bradley Young, M.ASCE

Subcommittee on Atmospheric Ice Loads

Alan B. Peabody, P.E., M.ASCE, Chair
Maggie Emery, Vice-Chair
Jamey M. Bertram, P.E., M.ASCE
David G. Brinker, P.E., S.E., M.ASCE
Joseph A. Catalano
Asim K. Haldar
Kathleen F. Jones
Jack N. Lott
Lawrence M. Slavin, A.M.ASCE

Associate Members

Karen Finstad
Ronald M. Thorkildson

Subcommittee on Dead and Live Loads

Harry B. Thomas, P.E., F.SEI, M.ASCE, Chair
Robert J. Dayhoff, Aff.M.ASCE
Manuel A. Diaz, Ph.D., P.E., M.ASCE
Bradford K. Douglas, P.E., M.ASCE
Donald Dusenberry, P.E., SECB, F.SEI, F.ASCE
Cole E. Graveen, P.E., S.E., M.ASCE
John V. Loscheider, P.E., M.ASCE
Mustafa A. Mahamid, Ph.D., P.E., S.E., F.SEI, F.ASCE
Albie E. Perry, P.E., M.ASCE
William L. Shoemaker, Ph.D., P.E., F.SEI, F.ASCE
David A. Steele, P.E., M.ASCE
Marci S. Uihlein, P.E., M.ASCE

Subcommittee on Flood Loads

Christopher P. Jones, P.E., M.ASCE, Chair
William L. Coulbourne, P.E., F.SEI, F.ASCE
Daniel T. Cox, Ph.D.

Carol F. Friedland, P.E., M.ASCE
Daniel G. Howell, P.E., M.ASCE
Marc L. Levitan, A.M.ASCE
Long T. Phan, P.E., M.ASCE
H. Ronald Riggs, Ph.D., P.E., F.ASCE
David A. Steele, P.E., M.ASCE
Seth A. Thomas, P.E., M.ASCE

Subcommittee for General Structural Requirements

Robert G. Pekelnicky, P.E., S.E., M.ASCE, Chair
Farid Alfawakhiri, Ph.D., P.E., M.ASCE
Robert E. Bachman, P.E., S.E., F.SEI, M.ASCE
William F. Baker, Jr., P.E., F.SEI, NAE, F.ASCE
David R. Bonneville, M.ASCE
Gary Y. K. Chock, S.E., D.CE, F.SEI, Dist.M.ASCE
John F. Duntemann, P.E., M.ASCE
Bruce R. Ellingwood, Ph.D., P.E., NAE, F.SEI, Dist.M.ASCE
Theodore V. Galambos, Ph.D., P.E., NAE, F.EWRI,

F.SEI, Dist.M.ASCE
Satyendra K. Ghosh, Ph.D., F.SEI, F.ASCE
Ramon E. Gilsanz, P.E., S.E., F.SEI, F.ASCE
Lawrence G. Griffis, P.E., F.SEI, M.ASCE
Ronald O. Hamburger, P.E., F.SEI
James R. Harris, P.E., Ph.D., F.SEI, F.ASCE, NAE
John L. Harris, III, Ph.D., S.E., P.E., SECB, F.SEI, M.ASCE,

Liaison Member
John D. Hooper, P.E., S.E., F.SEI, F.ASCE
Marc L. Levitan, A.M.ASCE, Liaison Member
Philip R. Line, M.ASCE
Therese P. McAllister, P.E., F.SEI, M.ASCE, Liaison Member
Brian J. Meacham
Jamie E. Padgett, Ph.D., A.M.ASCE
Donald R. Scott, P.E., S.E., F.SEI, F.ASCE
Jonathan C. Siu, P.E., S.E., M.ASCE
J. Gregory Soules, P.E., S.E., P.Eng, SECB, F.SEI, F.ASCE
Harold O. Sprague, Jr., P.E., F.ASCE
Kyle F. Twitchell, P.E., M.ASCE
Michael Willford

Subcommittee on Load Combinations

Therese P. McAllister, P.E., F.SEI, M.ASCE, Chair
Iyad M. Alsamsam, Ph.D., P.E., S.E., M.ASCE
Bruce R. Ellingwood, Ph.D., P.E., NAE, F.SEI, Dist.M.ASCE
Theodore V. Galambos, Ph.D., P.E., NAE, F.EWRI,

F.SEI, Dist.M.ASCE
James R. Harris, P.E., Ph.D., F.SEI, F.ASCE, NAE
Daniel G. Howell, P.E., M.ASCE
Nestor R. Iwankiw, P.E., M.ASCE
Yue Ph. Li, Ph.D., A.M.ASCE
Philip R. Line, M.ASCE
John V. Loscheider, P.E., M.ASCE
Sanjeev R. Malushte, Ph.D., P.E., S.E., F.ASCE
Robert G. Pekelnicky, P.E., S.E., M.ASCE
Rose A. Rodriguez, P.E., S.E., M.ASCE
Scott A. Russell, P.E., M.ASCE
William L. Shoemaker, Ph.D., P.E., F.SEI, F.ASCE
J. Gregory Soules, P.E., S.E., P.Eng, SECB, F.SEI, F.ASCE
Jason J. Thompson
Naiyu Wang, A.M.ASCE

Subcommittee on Seismic Loads

John D. Hooper, P.E., S.E., F.SEI, F.ASCE, Chair
James G. Soules, P.E., S.E., P.Eng, SECB, F.SEI, F.ASCE,

Vice-Chair

xlviii STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



Robert E. Bachman, P.E., S.E., F.SEI, M.ASCE, Past-Chair
Conrad A. Hohener, P.E., M.ASCE, Secretary
Hussain E. Bhatia, P.E., S.E., M.ASCE
David R. Bonneville, M.ASCE
Martin R. Button, Ph.D., P.E., M.ASCE
Finley A. Charney, Ph.D., P.E., F.SEI, F.ASCE
Kelly E. Cobeen, P.E., S.E., M.ASCE
Charles B. Crouse, Ph.D., P.E., M.ASCE
Satyendra K. Ghosh, Ph.D., F.SEI, F.ASCE
John D. Gillengerten
Ronald O. Hamburger, P.E., F.SEI
Robert D. Hanson, Ph.D., P.E., F.ASCE
John L. Harris, III, Ph.D., S.E., P.E., SECB, F.SEI, M.ASCE
James R. Harris, P.E., Ph.D., F.SEI, F.ASCE, NAE
Thomas F. Heausler, P.E., S.E., M.ASCE
Y. Henry F. Huang, P.E., M.ASCE
Edwin T. Huston, P.E., F.SEI, M.ASCE
Martin W. Johnson, P.E., S.E., M.ASCE
Dominic J. Kelly, P.E., S.E., M.ASCE
Ryan A. Kersting, P.E., S.E., M.ASCE
Jon P. Kiland, P.E., S.E., M.ASCE
Charles A. Kircher, Ph.D., P.E., M.ASCE
Vladimir G. Kochkin, A.M.ASCE
James S. Lai, P.E., F.ASCE
Philip R. Line, M.ASCE
Sanjeev R. Malushte, Ph.D., P.E., S.E., F.ASCE
Bonnie E. Manley, P.E., F.SEI, M.ASCE
Igor F. Marinovic, P.E., M.ASCE
Ronald L. Mayes, Ph.D., P.E., M.ASCE
Kevin S. Moore, P.E., M.ASCE
Robert G. Pekelnicky, P.E., S.E., M.ASCE
Maurice S. Power, P.E., D.GE, F.ASCE
Rafael E. Sabelli, P.E., S.E., M.ASCE
Gwenyth R. Searer, P.E., S.E., M.ASCE
Matthew R. Senecal, P.E., M.ASCE
William L. Shoemaker, Ph.D., P.E., F.SEI, F.ASCE
John F. Silva, P.E., S.E., F.SEI, M.ASCE
Jonathan C. Siu, P.E., S.E., M.ASCE
Harold O. Sprague, Jr., P.E., F.ASCE
Mai Tong
Eric H. Wey, P.E.
Tom C. Xia, P.E., M.ASCE
Ben E. Yousefi, P.E., S.E., M.ASCE

Associate Members

Dennis A. Alvarez, P.E., M.ASCE
Victor D. Azzi, P.E., M.ASCE
Scott E. Breneman, Ph.D., P.E., S.E., M.ASCE
Alexander F. Bykovtsev, Ph.D., P.E.
Philip J. Caldwell, A.M.ASCE
Dominic F. Campi, S.E., M.ASCE
James A. Carlson
Robert N. Chittenden, P.E., F.ASCE
Brian L. Dance, P.E., S.E.
Mukti L. Das, Ph.D., P.E., F.ASCE
Bradford K. Douglas, P.E., M.ASCE
William J. Egan, Jr., P.E., L.S., M.ASCE
Gary J. Ehrlich, P.E., M.ASCE
Stephen L. Fisher, P.E., S.E., M.ASCE
Bora Gencturk, A.M.ASCE
Rakesh K. Goel, Ph.D., P.E., F.SEI, F.ASCE
Emily M. Guglielmo, P.E., S.E., F.SEI, M.ASCE
Mahmoud M. Hachem, P.E., M.ASCE
Su F. Hao, C.Eng, Aff.M.ASCE
Kyle D. Harris, P.E., M.ASCE

Wael M. Hassan, P.E., S.E., M.ASCE
Gerald L. Hatch, P.E., L.S., M.ASCE
Ronald W. Haupt, P.E., M.ASCE
Michael F. Howell, P.E., M.ASCE
Omar A. Jaradat, Ph.D., P.E., D.PE, M.ASCE
Jerod G. Johnson
Peyman D. Kaviani, Ph.D., P.E., M.ASCE
Hayne E. Kim, Ph.D., P.E., S.E., M.ASCE
Nina K. Kristeva, P.E.
Jennifer Lan
Ronald W. LaPlante, P.E., S.E., M.ASCE
Thang Huu Le, P.E., S.E., M.ASCE
Jeffrey D. Linville, P.E., M.ASCE
John V. Loscheider, P.E., M.ASCE
Nicolas Luco, A.M.ASCE, Liaison Member
Robert T. Lyons
Gary E. Mansell, P.E., P.L.S., M.ASCE
James Marrone
Justin D. Marshall, Ph.D., P.E., M.ASCE
Ricardo A. Medina, Ph.D., P.E., M.ASCE
Troy A. Morgan, P.E., M.ASCE
Jordan L. Morris, P.E., S.E., M.ASCE
Rudy E. Mulia, P.E., S.E., M.ASCE
Aspasia Nikolaou, Ph.D., P.E., F.ASCE
Thomas L. North, P.E., F.ASCE
Sanaz Rezaeian, Liaison Member
Nicholas D. Robinson, A.M.ASCE
William N. Scott, P.E., S.E., SECB, M.ASCE
Bill Staehlin
Andrew D. Stark, P.E., S.E., M.ASCE
Sayed E. Stoman, Ph.D., P.E., S.E., M.ASCE
Paul O. Stuart, P.E., M.ASCE
Thomas J. Szewczyk, P.E., S.E., M.ASCE
Aaron M. Talbott, P.E., S.E.
John M. Tehaney, P.E., S.E., M.ASCE
Matthew J. Tobolski, Ph.D., P.E., S.E., M.ASCE
Chris Tokas
Brian E. Trimble, P.E., M.ASCE
Frederick M. Turner, P.E., S.E., M.ASCE
Victoria B. Valentine, P.E., M.ASCE
Miles E. Waltz, Jr., P.E., M.ASCE
Brian D. Wiese, P.E., S.E., M.ASCE
Tzong-Shuoh E. Yang, P.E., S.E., M.ASCE
Zia E. Zafir, G.E., P.E., M.ASCE
Saiying R. Zhou, P.E.
Neil M. Hawkins, Ph.D., F.SEI, Dist.M.ASCE

Seismic Task Committee on Administration and
Quality Assurance

Jonathan C. Siu, P.E., S.E., M.ASCE, Chair
John D. Hooper, P.E., S.E., F.SEI, F.ASCE
Y. Henry F. Huang, P.E., M.ASCE
Philip R. Line, M.ASCE
Bonnie E. Manley, P.E., F.SEI, M.ASCE
Victoria B. Valentine, P.E., M.ASCE

Seismic Task Committee on Concrete

Satyendra K. Ghosh, Ph.D., F.SEI, F.ASCE, Chair
Hussain E. Bhatia, P.E., S.E., M.ASCE, Vice-Chair
James R. Harris, P.E., Ph.D., F.SEI, F.ASCE, NAE
Dominic J. Kelly, P.E., S.E., M.ASCE
Stephen P. Schneider, A.M.ASCE
Matthew R. Senecal, P.E., M.ASCE
John F. Silva, P.E., S.E., F.SEI, M.ASCE

Minimum Design Loads and Associated Criteria for Buildings and Other Structures xlix

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



Andrew D. Stark, P.E., S.E., M.ASCE
Thomas J. Szewczyk, P.E., S.E., M.ASCE
Andrew W. Taylor, Ph.D., S.E., M.ASCE

Seismic Task Committee on Foundations and Site Conditions

Martin W. Johnson, P.E., S.E., M.ASCE, Chair
Robert E. Bachman, P.E., S.E., F.SEI, M.ASCE
David R. Bonneville, M.ASCE
Alexander F. Bykovtsev, Ph.D., P.E.
Dominic F. Campi, S.E., M.ASCE
Charles B. Crouse, Ph.D., P.E., M.ASCE
Mark A. Hershberg, P.E., S.E., M.ASCE
Ronald W. LaPlante, P.E., S.E., M.ASCE
Thang H. Le, P.E., S.E., M.ASCE
Aspasia Nikolaou, Ph.D., P.E., F.ASCE
Robert G. Pekelnicky, P.E., S.E., M.ASCE
Maurice S. Power, P.E., D.GE, F.ASCE
Tom Chuan Xia, P.E., M.ASCE
Zia E. Zafir, G.E., P.E., M.ASCE

Seismic Task Committee on General Provisions
Jon P. Kiland, P.E., S.E., M.ASCE, Chair
Finley A. Charney, Ph.D., P.E., F.SEI, F.ASCE
Robert N. Chittenden, P.E., F.ASCE
Brian L. Dance, P.E., S.E.
Mukti L. Das, Ph.D., P.E., F.ASCE
Satyendra K. Ghosh, Ph.D., F.SEI, F.ASCE
Emily M. Guglielmo, P.E., S.E., F.SEI, M.ASCE
Ronald O. Hamburger, P.E., F.SEI
John L. Harris, III, Ph.D., S.E., P.E., SECB, F.SEI, M.ASCE
Thomas F. Heausler, P.E., S.E., M.ASCE
Mark A. Hershberg, P.E., S.E., M.ASCE
Conrad A. Hohener, P.E., M.ASCE
Michael F. Howell, P.E., M.ASCE
Y. Henry F. Huang, P.E., M.ASCE
Edwin T. Huston, P.E., F.SEI, M.ASCE
Ryan A. Kersting, P.E., S.E., M.ASCE
Jennifer Lan
Ronald W. LaPlante, P.E., S.E., M.ASCE
Philip R. Line, M.ASCE
Mustafa A. Mahamid, Ph.D., P.E., S.E., F.SEI, F.ASCE
Bonnie E. Manley, P.E., F.SEI, M.ASCE
Igor F. Marinovic, P.E., M.ASCE
Rudy E. Mulia, P.E., S.E., M.ASCE
Aspasia Nikolaou, Ph.D., P.E., F.ASCE
Robert G. Pekelnicky, P.E., S.E., M.ASCE
Rafael E. Sabelli, P.E., S.E., M.ASCE
Bill Staehlin
Sayed E. Stoman, Ph.D., P.E., S.E., M.ASCE
Frederick M. Turner, P.E., S.E., M.ASCE
Ben E. Yousefi, P.E., S.E., M.ASCE

Seismic Task Subcommittee on Simplified General Provisions
Thomas F. Heausler, P.E., S.E., M.ASCE, Chair
Kyle D. Harris, P.E., M.ASCE
James R. Harris, P.E., Ph.D., F.SEI, F.ASCE, NAE
John D. Hooper, P.E., S.E., F.SEI, F.ASCE
Vladimir G. Kochkin, A.M.ASCE
Jennifer Lan
Philip R. Line, M.ASCE
Bonnie E. Manley, P.E., F.SEI, M.ASCE
Nicholas D. Robinson, A.M.ASCE
Gwenyth R. Searer, P.E., S.E., M.ASCE
Matthew R. Senecal, P.E., M.ASCE

Andrew D. Stark, P.E., S.E., M.ASCE
Thomas J. Szewczyk, P.E., S.E., M.ASCE

Seismic Task Subcommittee on Nonlinear General Provisions
Ronald O. Hamburger, P.E., F.SEI, Chair
Robert E. Bachman, P.E., S.E., F.SEI, M.ASCE
Scott D. Campbell, Ph.D., P.E., M.ASCE
Finley A. Charney, Ph.D., P.E., F.SEI, F.ASCE
John L. Harris, III, Ph.D., S.E., P.E., SECB, F.SEI, M.ASCE
Sanjeev R. Malushte, Ph.D., P.E., S.E., F.ASCE
Justin D. Marshall, Ph.D., P.E., M.ASCE
Robert G. Pekelnicky, P.E., S.E., M.ASCE
Nicholas D. Robinson, A.M.ASCE
Rafael E. Sabelli, P.E., S.E., M.ASCE
Stephen P. Schneider, A.M.ASCE
Reid F. Zimmerman, P.E., M.ASCE

Seismic Task Committee on Ground Motions

Charles B. Crouse, Ph.D., P.E., M.ASCE, Chair
Robert E. Bachman, P.E., S.E., F.SEI, M.ASCE
Russell A. Berkowitz
Alexander F. Bykovtsev, Ph.D., P.E.
Philip J. Caldwell, A.M.ASCE
Nicolas Luco, A.M.ASCE
Aspasia Nikolaou, Ph.D., P.E., F.ASCE
Maurice S. Power, P.E., D.GE, F.ASCE
David J. Whitehead, P.E., M.ASCE
Brian D. Wiese, P.E., S.E., M.ASCE
Zia E. Zafir, G.E., P.E., M.ASCE

Seismic Task Committee on Masonry

Edwin T. Huston, P.E., F.SEI, M.ASCE, Chair
James R. Harris, P.E., Ph.D., F.SEI, F.ASCE, NAE
Jordan L. Morris, P.E., S.E., M.ASCE
Gwenyth R. Searer, P.E., S.E., M.ASCE
John M. Tehaney, P.E., S.E., M.ASCE
Brian E. Trimble, P.E., M.ASCE
Frederick M. Turner, P.E., S.E., M.ASCE

Seismic Task Committee on Nonbuilding Structures

J. Gregory Soules, P.E., S.E., P.Eng, SECB, F.SEI, F.ASCE, Chair
Eric H. Wey, P.E., Vice-Chair
Brian D. Wiese, P.E., S.E., M.ASCE, Secretary
Victor D. Azzi, P.E., M.ASCE
Robert E. Bachman, P.E., S.E., F.SEI, M.ASCE
Vincent F. Borov, P.E., M.ASCE
Philip J. Caldwell, A.M.ASCE
Kyle D. Harris, P.E., M.ASCE
Ronald W. Haupt, P.E., M.ASCE
Thomas F. Heausler, P.E., S.E., M.ASCE
Nina K. Kristeva, P.E.
Sanjeev R. Malushte, Ph.D., P.E., S.E., F.ASCE
Gary E. Mansell, P.E., P.L.S., M.ASCE
Ricardo A. Medina, Ph.D., P.E., M.ASCE
Jordan L. Morris, P.E., S.E., M.ASCE
Rudy E. Mulia, P.E., S.E., M.ASCE
Javeed E. Munshi, P.E., S.E., F.SEI, F.ASCE
Nicholas D. Robinson, A.M.ASCE
William N. Scott, P.E., S.E., SECB, M.ASCE
John F. Silva, P.E., S.E., F.SEI, M.ASCE
Harold O. Sprague, Jr., P.E., F.ASCE
Sayed E. Stoman, Ph.D., P.E., S.E., M.ASCE
Reid E. Strain, P.E., P.Eng, M.ASCE
Aaron M. Talbott, P.E., S.E.

l STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



John M. Tehaney, P.E., S.E., M.ASCE
Matthew J. Tobolski, Ph.D., P.E., S.E., M.ASCE
Zia E. Zafir, G.E., P.E., M.ASCE

Seismic Task Committee on Nonstructural Components

John F. Silva, P.E., S.E., F.SEI, M.ASCE, Chair
John D. Gillengerten, Vice-Chair
Dennis A. Alvarez, P.E., M.ASCE
Robert E. Bachman, P.E., S.E., F.SEI, M.ASCE
Hussain E. Bhatia, P.E., S.E., M.ASCE
Steven R. Brokken, P.E.
Philip J. Caldwell, A.M.ASCE
Scott D. Campbell, Ph.D., P.E., M.ASCE
James Carlson
Karen L. Damianick, P.E., S.E., M.ASCE
Stephen J. Eder, P.E., M.ASCE
Stephen L. Fisher, P.E., S.E., M.ASCE
Amir S.J. Gilani, P.E., S.E., M.ASCE
Kyle D. Harris, P.E., M.ASCE
Ronald W. Haupt, P.E., M.ASCE
Todd R. Hawkinson, P.E., M.ASCE
Mark A. Hershberg, P.E., S.E., M.ASCE
Douglas G. Honegger, M.ASCE
Tara C. Hutchinson, Ph.D., P.E., M.ASCE
Tony Ingratta
Brian E. Kehoe, P.E., S.E., R.L.S., F.ASCE
Ronald W. LaPlante, P.E., S.E., M.ASCE
Richard Lloyd, A.M.ASCE
John V. Loscheider, P.E., M.ASCE
Robert T. Lyons
Gary E. Mansell, P.E., P.L.S., M.ASCE
John P. Masek, P.E., M.ASCE
Ricardo A. Medina, Ph.D., P.E., M.ASCE
Matt T. Morgan, P.E., S.E., M.ASCE
Rudy E. Mulia, P.E., S.E., M.ASCE
James M. Neckel, Aff.M.ASCE
Karl Peterman
Refugio M. Rochin
Friedrich Rolf-Christian
James A. Sadler, P.E., M.ASCE
William N. Scott, P.E., S.E., SECB, M.ASCE
Paul Selman
Jeffrey Soulages
J. Gregory Soules, P.E., S.E., P.Eng, SECB, F.SEI, F.ASCE
Harold O. Sprague, Jr., P.E., F.ASCE
Bill Staehlin
Yelena K. Straight, P.E., M.ASCE
Paul O. Stuart, P.E., M.ASCE
Matthew J. Tobolski, Ph.D., P.E., S.E., M.ASCE
Chris Tokas
Victoria B. Valentine, P.E., M.ASCE
Brian D. Wiese, P.E., S.E., M.ASCE
Tom Chuan Xia, P.E., M.ASCE

Seismic Task Committee on Seismic Isolation

Ronald L. Mayes, Ph.D., P.E., M.ASCE, Chair
Martin R. Button, Ph.D., P.E., M.ASCE, Vice-Chair
Ian D. Aiken, P.E., M.ASCE
Ady D. Aviram, Ph.D., P.E., M.ASCE
Robert E Bachman, P.E., S.E., F.SEI, M.ASCE
Cameron F. Black, P.E., M.ASCE
Anthony Giammona
Amir S. J. Gilani, P.E., S.E., M.ASCE
Robert D. Hanson, Ph.D., P.E., F.ASCE
Su F. Hao, C.Eng, Aff.M.ASCE

John L. Harris, III, Ph.D., S.E., P.E., SECB, F.SEI, M.ASCE
Charles A. Kircher, Ph.D., P.E., M.ASCE
Justin D. Marshall, Ph.D., P.E., M.ASCE
Troy A. Morgan, P.E., M.ASCE
Gilberto Mosqueda, A.M.ASCE
Robert G. Pekelnicky, P.E., S.E., M.ASCE
Keri L. Ryan, Ph.D., A.M.ASCE
Kenneth M. Sinclair, P.E., S.E., M.ASCE
Andrew W. Taylor, Ph.D., S.E., M.ASCE
Rene P. Vignos, P.E., M.ASCE
Andrew S. Whittaker, Ph.D., P.E., S.E., F.SEI, F.ASCE
Victor A. Zayas, P.E., M.ASCE
Reid F. Zimmerman, P.E., M.ASCE

Seismic Task Committee on Steel

Bonnie E. Manley, P.E., F.SEI, M.ASCE, Co-Chair
Rafael E. Sabelli, P.E., S.E., M.ASCE, Co-Chair
Su F. Hao, C.Eng, Aff.M.ASCE
Ryan A. Kersting, P.E., S.E., M.ASCE
Hayne E. Kim, Ph.D., P.E., S.E., M.ASCE
Roberto T. Leon, Ph.D., P.E., F.SEI, Dist.M.ASCE
Sanjeev R. Malushte, Ph.D., P.E., S.E., F.ASCE
Igor F. Marinovic, P.E., M.ASCE
Justin D. Marshall, Ph.D., P.E., M.ASCE
William L. Shoemaker, Ph.D., P.E., F.SEI, F.ASCE

Seismic Task Committee on Wood

Philip Line, M.ASCE, Chair
Scott E. Breneman, Ph.D., P.E., S.E., M.ASCE
Finley A. Charney, Ph.D., P.E., F.SEI, F.ASCE
Y. Henry F. Huang, P.E., M.ASCE
Vladimir G. Kochkin, A.M.ASCE
Thang Huu Le, P.E., S.E., M.ASCE
Jonathan C. Siu, P.E., S.E., M.ASCE
Chris Tokas
Tom Chuan Xia, P.E., M.ASCE
Tzong-Shuoh E. Yang, P.E., S.E., M.ASCE
Ben E. Yousefi, P.E., S.E., M.ASCE

Subcommittee on Snow and Rain Loads

Michael J. O’Rourke, Ph.D., P.E., F.SEI, M.ASCE, Chair
Timothy J. Allison, A.M.ASCE
John Cocca, A.M.ASCE
Bradford K. Douglas, P.E., M.ASCE
John F. Duntemann, P.E., M.ASCE
Gary J. Ehrlich, P.E., M.ASCE
James M. Fisher, Ph.D., P.E., Dist.M.ASCE
Douglas L. Gadow, P.E., S.E., M.ASCE
James R. Harris, P.E., Ph.D., F.SEI, F.ASCE, NAE
Thomas B. Higgins, P.E., S.E., M.ASCE
Daniel G. Howell, P.E., M.ASCE
Nicholas F. Isyumov, P.E., F.ASCE, Distinguished Member
Aaron R. Lewis, A.M.ASCE
Scott A. Lockyear, A.M.ASCE
Ian Mackinlay
Joe N. Nunnery, P.E.
George N. Olive, P.E., M.ASCE
Michael F. Pacey, P.E., M.ASCE
David B. Peraza, P.E., M.ASCE
Scott A. Russell, P.E., M.ASCE
Ronald L. Sack, Ph.D., P.E., S.E., F.ASCE
Vincent E. Sagan, P.E., M.ASCE
Joseph D. Scholze, P.E., M.ASCE
Gary L. Schumacher, P.E., M.ASCE
William L. Shoemaker, Ph.D., P.E., F.SEI, F.ASCE

Minimum Design Loads and Associated Criteria for Buildings and Other Structures li

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



Mary Ann T. Triska, A.M.ASCE
Daniel J. Walker, P.E., M.ASCE
Peter F. Wrenn, P.E., M.ASCE

Subcommittee on Tsunami Loads and Effects

Gary Y. K. Chock, S.E., D.CE, F.SEI, Dist.M.ASCE, Chair
Michael J. Briggs, P.E., D.CE(Ret.), D.OE(Ret.), F.ASCE
Daniel T. Cox, Ph.D.
Matthew J. Francis, P.E., M.ASCE
John D. Hooper, P.E., S.E., F.SEI, F.ASCE
Christopher P. Jones, P.E., M.ASCE
David L. Kriebel, P.E., D.CE, M.ASCE
Patrick J. Lynett, Ph.D., M.ASCE
Ioan D. Nistor, Ph.D., P.Eng, M.ASCE
H Ronald Riggs, Ph.D., P.E., F.ASCE
Ian N. Robertson, P.E., S.E., M.ASCE
Hong K. Thio
Susan F. Tonkin, P.E., M.ASCE
Yong Wei, A.M.ASCE
Solomon C.-S. Yim, Ph.D., F.ASCE
Kent E. Yu, P.E., S.E., M.ASCE

Associate Members

Robert E. Bachman, P.E., S.E., F.SEI, M.ASCE
Kwok F. Cheung, Ph.D., P.E., M.ASCE
William L. Coulbourne, P.E., F.SEI, F.ASCE
Martin L. Eskijian, P.E., D.PE(Ret.), M.ASCE
Robert B. Haehnel
Michael G. Mahoney
Clay J. Naito, P.E., M.ASCE
Dan Palermo
Catherine M. Petroff, P.E., M.ASCE
Long T. Phan, P.E., M.ASCE
Seth A. Thomas, P.E., M.ASCE
Ted W. Trenkwalder, P.E., M.ASCE
John W. Van De Lindt, Ph.D., F.ASCE
Rick I. Wilson, CEG, A.M.ASCE

Subcommittee on Wind Loads

Donald R. Scott, P.E., S.E., F.SEI, F.ASCE, Chair
Cherylyn F. Henry, P.E., M.ASCE, Secretary
James R. Bailey, Ph.D., P.E., F.ASCE
Gary Y. K. Chock, S.E., D.CE, F.SEI, Dist.M.ASCE
Ronald A. Cook, Ph.D., P.E., F.SEI, F.ASCE
William L. Coulbourne, P.E., F.SEI, F.ASCE
Jay H. Crandell, P.E., M.ASCE
Bradford K. Douglas, P.E., M.ASCE
Gary J. Ehrlich, P.E., M.ASCE
Donna L. R. Friis, P.E., F.SEI, F.ASCE
Jon K. Galsworthy, P.E., M.ASCE
Charles B. Goldsmith
Dennis W. Graber, P.E., L.S., M.ASCE
Lawrence G. Griffis, P.E., F.SEI, M.ASCE
Gregory A. Kopp, P.E., M.ASCE
Christopher W. Letchford, Ph.D., CPEng, F.SEI, F.ASCE
Marc L. Levitan, A.M.ASCE
Mo Abdel Fattah Madani
Joseph R. Maffei, Ph.D., S.E., P.E., M.ASCE
Anthony L. Miller, P.E., F.SEI, M.ASCE
Jon A. Peterka, Ph.D., P.E., F.SEI, F.ASCE
David O. Prevatt, P.E., M.ASCE
Timothy A. Reinhold, P.E., M.ASCE
William L. Shoemaker, Ph.D., P.E., F.SEI, F.ASCE
Thomas L. Smith, R.A., F.SEI, M.ASCE

Douglas A. Smith, Ph.D., P.E., F.SEI, F.ASCE
T. Eric Stafford, P.E., M.ASCE
Theodore E. Stathopoulos, Ph.D., P.E., F.SEI, F.ASCE
Peter J. Vickery, Ph.D., P.E., F.SEI, F.ASCE

Emeritus Members

Gilliam S. Harris, P.E., F.SEI, F.ASCE
Peter A. Irwin, Ph.D., P.Eng, F.EMI, F.SEI, F.ASCE
Nicholas F. Isyumov, P.E., F.ASCE
Ahsan Kareem, Ph.D., F.EMI, NAE, Dist.M.ASCE
Kishor A. Mehta, Ph.D., P.E., NAE, F.SEI, Dist.M.ASCE
Emil D. Simiu, Ph.D., P.E., F.ASCE

Associate Members

Roger A. Aduddell, P.E., M.ASCE
Timothy J. Allison, A.M.ASCE
Jeffrey P. Arneson, P.E.
Appupillai Baskaran, Ph.D., P.Eng, M.ASCE
Jamey M. Bertram, P.E., M.ASCE
Rudraprasad R. Bhattacharyya, CP, M.ASCE
Daryl W. Boggs, P.E., M.ASCE
Finley A. Charney, Ph.D., P.E., F.SEI, F.ASCE
David L. Conrad, P.E., M.ASCE
Anne D. Cope, Ph.D., P.E., M.ASCE
Richard J. Davis, P.E., M.ASCE
Pedro Paulo M. De Figueiredo, P.E., M.ASCE
John F. Duntemann, P.E., M.ASCE
Joffrey F. Easley, P.E., M.ASCE
Arindam Gan Chowdhury, Ph.D., A.M.ASCE
Satyendra K. Ghosh, Ph.D., F.SEI, F.ASCE
Joseph R. Hetzel, P.E., M.ASCE
Xiapin E. Hua, P.E., S.E., M.ASCE
Anurag D. Jain, Ph.D., P.E., M.ASCE
Winston E. Kile, P.E., M.ASCE
Daniel L. Lavrich, P.E., SECB, F.SEI, F.ASCE
Jeffrey D. Linville, P.E., M.ASCE
Scott A. Lockyear, A.M.ASCE
John V. Loscheider, P.E., M.ASCE
Bonnie E. Manley, P.E., F.SEI, M.ASCE
Lance E. Manuel, Ph.D., P.E., F.SEI, F.ASCE
Athanasios T. Marinos, P.E., M.ASCE
Andrew F. Martin, P.E., M.ASCE
Patrick W. McCarthy, P.E., M.ASCE
Fred Morello
Jordan L. Morris, P.E., S.E., M.ASCE
Joelle K. Nelson, P.E., M.ASCE
John W. O’Brien, P.E., S.E., M.ASCE
Robert F. Oleck, Jr., P.E., M.ASCE
George N. Olive, P.E., M.ASCE
Panos G. Papavizas, P.E., M.ASCE
Dorothy F. Reed, P.E., M.ASCE
Frank V. Resso, P.E., M.ASCE
James H. Robinson, P.E., M.ASCE
Refugio M. Rochin
Friedrich Rolf-Christian
William C. Rosencutter, P.E., M.ASCE
Chandrasekhar R. Sen Majumdar, M.ASCE
Jon F. Sfura, P.E., M.ASCE
David A. Steele, P.E., M.ASCE
David W. Stermer, P.E., M.ASCE
Peter F. Todd, P.E., M.ASCE
Peter J. G. Willse, P.E., M.ASCE
Silky Sze Ki Wong, S.E., S.M.ASCE
Tom Chuan Xia, P.E., M.ASCE
Bradley R. Young, M.ASCE

lii STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



IN MEMORIAM

Robert B. Paullus Jr., P.E., S.E., F.SEI, F.ASCE

1959–2015

Mr. Paullus served on the ASCE/SEI 7 Minimum Design Loads for Buildings and Other Structures Standard
Committee for several cycles. During the 2017 cycle, he served on the Main Committee, the Subcommittee on
Seismic Loads, and the Subcommittee on Wind Loads. Mr. Paullus was a tireless advocate for improvement of
seismic design practices and requirements in Tennessee and surrounding regions at risk from severe shaking from
the New Madrid fault zone.

Minimum Design Loads and Associated Criteria for Buildings and Other Structures liii

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



This page intentionally left blank

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



CHAPTER 1

GENERAL

1.1 SCOPE

This standard provides minimum loads, hazard levels, associated
criteria, and intended performance goals for buildings, other
structures, and their nonstructural components that are subject
to building code requirements. The loads, load combinations, and
associated criteria provided herein are to be used with design
strengths or allowable stress limits contained in design specifica-
tions for conventional structural materials. Used together, they
are deemed capable of providing the intended performance levels
for which the provisions of this standard have been developed.
Procedures for applying alternative means to demonstrate ac-
ceptable performance are also described.

1.2 DEFINITIONS AND SYMBOLS

1.2.1 Definitions. The following definitions apply to the
provisions of the entire standard.

ALLOWABLE STRESS DESIGN: A method of propor-
tioning structural members such that elastically computed
stresses produced in the members by nominal loads do not
exceed specified allowable stresses (also called “working stress
design”).

AUTHORITY HAVING JURISDICTION: The organiza-
tion, political subdivision, office, or individual charged with the
responsibility of administering and enforcing the provisions of
this standard.

BUILDINGS: Structures, usually enclosed by walls and a
roof, constructed to provide support or shelter for an intended
occupancy.

DESIGN STRENGTH: The product of the nominal strength
and a resistance factor.

DESIGNATED NONSTRUCTURAL SYSTEM: A non-
structural component or system that is essential to the intended
function of a Risk Category IV structure or that is essential to
Life Safety in structures assigned to other Risk Categories.

ESSENTIAL FACILITIES: Buildings and other structures
that are intended to remain operational in the event of extreme
environmental loading from flood, wind, snow, or earthquakes.

FACTORED LOAD: The product of the nominal load and a
load factor.

HIGHLY TOXIC SUBSTANCE: As defined in 29 CFR
1910.1200, Appendix A, with Amendments as of February 1,
2000.

IMPORTANCE FACTOR: A factor that accounts for the
degree of risk to human life, health, and welfare associated with
damage to property or loss of use or functionality.

LIMIT STATE: A condition beyond which a structure or
member becomes unfit for service and is judged either to be no
longer useful for its intended function (serviceability limit state)
or to be unsafe (strength limit state).

LOAD EFFECTS: Forces and deformations produced in
structural members by the applied loads.

LOAD FACTOR: A factor that accounts for deviations of
the actual load from the nominal load, for uncertainties in the
analysis that transform the load into a load effect, and for the
probability that more than one extreme load will occur
simultaneously.

LOADS: Forces or other actions that result from the weight of
all building materials, occupants and their possessions, environ-
mental effects, differential movement, and restrained dimension-
al changes. Permanent loads are loads in which variations over
time are rare or of small magnitude. All other loads are variable
loads (see also “nominal loads”).

NOMINAL LOADS: The magnitudes of the loads specified
in this standard for dead, live, soil, wind, snow, rain, flood, and
earthquake loads.

NOMINAL STRENGTH: The capacity of a structure or
member to resist the effects of loads, as determined by computa-
tions using specified material strengths and dimensions and
formulas derived from accepted principles of structural mechan-
ics or by field tests or laboratory tests of scaled models, allowing
for modeling effects and differences between laboratory and field
conditions.

OCCUPANCY: The purpose for which a building or other
structure, or part thereof, is used or intended to be used.

OTHER STRUCTURES: Structures, other than buildings,
for which loads are specified in this standard.

P-DELTA EFFECT: The second-order effect on shears and
moments of frame members induced by axial loads on a laterally
displaced building frame.

PERFORMANCE-BASED PROCEDURES:An alternative
to the prescriptive procedures in this standard characterized by
project-specific engineering analysis, optionally supplemented
by limited testing, to determine the computed reliability of an
individual building or structure.

RESISTANCE FACTOR: A factor that accounts for devia-
tions of the actual strength from the nominal strength and the
manner and consequences of failure (also called “strength reduc-
tion factor”).

RISK CATEGORY: A categorization of buildings and other
structures for determination of flood, snow, ice, and earthquake
loads based on the risk associated with unacceptable perfor-
mance. See Table 1.5-1.

SERVICE LOADS: Loads imparted on a building or other
structure because of (1) self-weight and superimposed dead load,
(2) live loads assumed to be present during normal occupancy or
use of the building or other structure, (3) environmental loads
that are expected to occur during the defined service life of a
building or other structure, and (4) self-straining forces and
effects. Service live loads and environmental loads for a
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particular limit state are permitted to be less than the design loads
specified in the standard. Service loads shall be identified for
each serviceability state being investigated.
STRENGTHDESIGN: Amethod of proportioning structural

members such that the computed forces produced in the members
by the factored loads do not exceed the member design strength
(also called “load and resistance factor design”).
TEMPORARY FACILITIES: Buildings or other structures

that are to be in service for a limited time and have a limited
exposure period for environmental loadings.
TOXIC SUBSTANCE: As defined in 29 CFR 1910.1200,

Appendix A, with Amendments as of February 1, 2000.

1.2.2 Symbols.

D= Dead load.
Fx = A minimum design lateral force applied to level x of the

structure and used for purposes of evaluating structural
integrity in accordance with Section 1.4.2.

L= Live load.
Lr = Roof live load.
N = Notional load for structural integrity.
R= Rain load.
S= Snow load.

Wx = The portion of the total dead load of the structure, D,
located or assigned to level x.

1.3 BASIC REQUIREMENTS

1.3.1 Strength and Stiffness. Buildings and other structures,
and all parts thereof, shall be designed and constructed with
adequate strength and stiffness to provide structural stability,
protect nonstructural components and systems, and meet the
serviceability requirements of Section 1.3.2.
Acceptable strength shall be demonstrated using one or more

of the following procedures:

a. the strength procedures of Section 1.3.1.1,
b. the allowable stress procedures of Section 1.3.1.2, or
c. subject to the approval of the Authority Having Jurisdiction

for individual projects, the performance-based procedures
of Section 1.3.1.3.

It shall be permitted to use alternative procedures for different
parts of a structure and for different load combinations, subject to
the limitations of Chapter 2. Where resistance to extraordinary
events is considered, the procedures of Section 2.5 shall be used.

1.3.1.1 Strength Procedures. Structural and nonstructural
components and their connections shall have adequate strength
to resist the applicable load combinations of Section 2.3 of this
standard without exceeding the applicable strength limit states for
the materials of construction.

1.3.1.2 Allowable Stress Procedures. Structural and non-
structural components and their connections shall have adequate
strength to resist the applicable load combinations of Section 2.4
of this standard without exceeding the applicable allowable
stresses for the materials of construction.

1.3.1.3 Performance-Based Procedures. Structural and
nonstructural components and their connections designed with
performance-based procedures shall be demonstrated by analysis
in accordance with Section 2.3.6 or by analysis procedures
supplemented by testing to provide a reliability that is
generally consistent with the target reliabilities stipulated in
this section. Structural and nonstructural components subjected
to dead, live, environmental, and other loads except earthquake,
tsunami, flood, and loads from extraordinary events shall be
based on the target reliabilities in Table 1.3-1. Structural systems
subjected to earthquake shall be based on the target reliabilities in
Tables 1.3-2 and 1.3-3. The analysis procedures used shall
account for uncertainties in loading and resistance.
Testing methods in Sections 1.3.1.3.2 shall only be applied to

individual projects and shall not be applied to development of
values of material resistance for general use in structural systems.
Structures and nonstructural components shall meet the ser-

viceability and functionality requirements of Sections 1.3.2 and
1.3.3.
Performance-based design provisions for structures subjected

to tsunami shall conform to the requirements of Chapter 6.

1.3.1.3.1 Analysis. Analysis shall use rational methods based on
accepted principles of engineering mechanics and shall consider
all significant sources of deformation and resistance. Assump-
tions of stiffness, strength, damping, and other properties of
components and connections incorporated in the analysis shall be
based on approved test data or referenced standards.

1.3.1.3.2 Testing. Testing used to substantiate the performance
capability of structural and nonstructural components and their
connections under load shall accurately represent the materials,
configuration, construction, loading intensity, and boundary
conditions anticipated in the structure. Where an approved
industry standard or practice that governs the testing of similar
components exists, the test program and determination of design

Table 1.3-1 Target Reliability (Annual Probability of Failure, PF ) and Associated Reliability Indices (β)1 for Load Conditions That Do Not
Include Earthquake, Tsunami, or Extraordinary Events2

Basis

Risk Category

I II III IV

Failure that is not sudden and does not lead to
widespread progression of damage

PF = 1.25× 10−4∕yr PF = 3.0× 10−5∕yr PF = 1.25× 10−5∕yr PF = 5.0× 10−6∕yr
β= 2.5 β= 3.0 β= 3.25 β= 3.5

Failure that is either sudden or leads to
widespread progression of damage

PF = 3.0× 10−5∕yr PF = 5.0× 10−6∕yr PF = 2.0× 10−6∕yr PF = 7.0× 10−7∕yr
β= 3.0 β= 3.5 β= 3.75 β= 4.0

Failure that is sudden and results in
widespread progression of damage

PF = 5.0× 10−6∕yr PF = 7.0× 10−7∕yr PF = 2.5× 10−7∕yr PF = 1.0× 10−7∕yr
β= 3.5 β= 4.0 β= 4.25 β= 4.5

1The target reliability indices are provided for a 50-year reference period, and the probabilities of failure have been annualized. The equations presented
in Section 2.3.6 are based on reliability indices for 50 years because the load combination requirements in Section 2.3.2 are based on the maximum loads for the
50-year reference period.
2Commentary to Section 2.5 includes references to publications that describe the historic development of these target reliabilities.
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values from the test program shall be in accordance with those
industry standards and practices. Where such standards or prac-
tices do not exist, specimens shall be constructed to a scale
similar to that of the intended application unless it can be
demonstrated that scale effects are not significant to the indicated
performance. Evaluation of test results shall be made on the basis
of the values obtained from not less than three tests, provided that
the deviation of any value obtained from any single test does
not vary from the average value for all tests by more than 15%. If
such deviation from the average value for any test exceeds 15%,
then additional tests shall be performed until the deviation of any
test from the average value does not exceed 15% or a minimum
of six tests have been performed. No test shall be eliminated
unless a rationale for its exclusion is given. Test reports shall
document the location, the time and date of the test, the char-
acteristics of the tested specimen, the laboratory facilities, the test
configuration, the applied loading and deformation under load,
and the occurrence of any damage sustained by the specimen,
together with the loading and deformation at which such damage
occurred.

1.3.1.3.3 Documentation. The procedures used to demonstrate
compliance with this section and the results of analysis and testing
shall be documented in one or more reports submitted to the
Authority Having Jurisdiction and to an independent peer review.

1.3.1.3.4 Peer Review. The procedures and results of analysis,
testing, and calculation used to demonstrate compliance with the
requirements of this section shall be subject to an independent
peer review approved by the Authority Having Jurisdiction. The
peer review shall comprise one or more persons having the
necessary expertise and knowledge to evaluate compliance,
including knowledge of the expected performance, the structural
and component behavior, the particular loads considered, struc-
tural analysis of the type performed, the materials of construc-
tion, and laboratory testing of elements and components to
determine structural resistance and performance characteristics.
The review shall include assumptions, criteria, procedures, cal-
culations, analytical models, test setup, test data, final drawings,
and reports. Upon satisfactory completion, the peer reviewers

shall submit a letter to the Authority Having Jurisdiction indicating
the scope of their review and their findings.

1.3.2 Serviceability. Structural systems, and members thereof,
shall be designed under service loads to have adequate stiffness
to limit deflections, lateral drift, vibration, or any other deforma-
tions that adversely affect the intended use and performance
of buildings and other structures based on requirements set forth
in the applicable codes and standards, or as specified in the
project design criteria.

1.3.3 Functionality. Structural systems and members and
connections thereof assigned to Risk Category IV shall be
designed with reasonable probability to have adequate structural
strength and stiffness to limit deflections, lateral drift, or other
deformations such that their behavior would not prevent function
of the facility immediately following any of the design level
environmental hazard events specified in this standard.
Designated nonstructural systems and their attachment to the
structure shall be designed with sufficient strength and stiffness
such that their behavior would not prevent function immediately
following any of the design level environmental hazard events
specified in this standard. Components of designated nonstructural
systems shall be designed, qualified, or otherwise protected such
that they shall be demonstrated capable of performing their critical
function after the facility is subjected to any of the design level
environmental hazards specified in this standard.

The provisions in Section 1.3.1.1 and Section 1.3.1.2 in this
standard are deemed to comply with the requirements of this
section.

1.3.4 Self-Straining Forces and Effects. Provision shall be
made for anticipated self-straining forces and effects arising
from differential settlements of foundations and from restrained
dimensional changes caused by temperature, moisture, shrinkage,
creep, and similar effects.

1.3.5 Analysis. Load effects on individual structural members
shall be determined by methods of structural analysis that take
into account equilibrium, general stability, geometric compatibility,
and both short- and long-term material properties. Members that
tend to accumulate residual deformations under repeated
service loads shall have included in their analysis the added
eccentricities expected to occur during their service life.

1.3.6 Counteracting Structural Actions. All structural
members and systems, and all components and cladding in a
building or other structure, shall be designed to resist forces
caused by earthquake and wind, with consideration of over-
turning, sliding, and uplift, and continuous load paths shall be
provided for transmitting these forces to the foundation. Where
sliding is used to isolate the elements, the effects of friction
between sliding elements shall be included as a force.Where all or
a portion of the resistance to these forces is provided by dead load,
the dead load shall be taken as the minimum dead load likely to be
in place during the event causing the considered forces.
Consideration shall be given to the effects of vertical and
horizontal deflections resulting from such forces.

1.3.7 Fire Resistance. Structural fire resistance shall be provided
in accordance with the requirements specified in the applicable
building code. As an alternative, the performance-based design
procedures in Appendix E are permitted, where approved.

1.4 GENERAL STRUCTURAL INTEGRITY

All structures shall be provided with a continuous load path in
accordance with the requirements of Section 1.4.1 and shall have

Table 1.3-2 Target Reliability (Conditional Probability of Failure)
for Structural Stability Caused by Earthquake

Risk Category

Conditional Probability of
Failure Caused by the MCER

Shaking Hazard (%)

I & II 10
III 5
IV 2.5

Table 1.3-3 Target Reliability (Conditional Probability of Failure)
for Ordinary Noncritical Structural Members Caused

by Earthquake

Risk Category

Conditional Probability of
Component or Anchorage Failure
Caused by the MCER Shaking

Hazard (%)

I & II 25
III 15
IV 9

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 3

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



a complete lateral force-resisting system with adequate strength
to resist the forces indicated in Section 1.4.2. All members of the
structural system shall be connected to their supporting members
in accordance with Section 1.4.3. Structural walls shall be
anchored to diaphragms and supports in accordance with Sec-
tion 1.4.4. The effects on the structure and its components caused
by the forces stipulated in this section shall be taken as the
notional load, N, and combined with the effects of other loads in
accordance with the load combinations of Section 2.6. Where
material resistance depends on load duration, notional loads are
permitted to be taken as having a duration of 10 minutes.
Structures designed in conformance with the requirements of
this standard for Seismic Design Categories B, C, D, E, or F shall
be deemed to comply with the requirements of Sections 1.4.2,
1.4.3, and 1.4.4.

1.4.1 Load Path Connections. All parts of the structure
between separation joints shall be interconnected to form a
continuous path to the lateral force-resisting system, and the
connections shall be capable of transmitting the lateral forces
induced by the parts being connected. Any smaller portion of the
structure shall be tied to the remainder of the structure with
elements having the strength to resist a force of not less than 5%
of the portion’s weight.

1.4.2 Lateral Forces. Each structure shall be analyzed for the
effects of static lateral forces applied independently in each of
two orthogonal directions. In each direction, the static lateral
forces at all levels shall be applied simultaneously. For purposes
of analysis, the force at each level shall be determined using
Eq. (1.4-1):

Fx = 0.01Wx (1.4-1)

where

Fx = the design lateral force applied at story x, and
Wx = the portion of the total dead load of the structure,D, located

or assigned to level x.

Structures explicitly designed for stability, including second-
order effects, shall be deemed to comply with the requirements of
this section.

1.4.3 Connection to Supports. A positive connection for
resisting a horizontal force acting parallel to the member shall
be provided for each beam, girder, or truss either directly to its
supporting elements or to slabs designed to act as diaphragms.
Where the connection is through a diaphragm, the member’s
supporting element shall also be connected to the diaphragm.
The connection shall have the strength to resist a force of 5% of
the unfactored dead load plus live load reaction imposed by the
supported member on the supporting member.

1.4.4 Anchorage of Structural Walls. Walls that provide
vertical load bearing or lateral shear resistance for a portion of
the structure shall be anchored to the roof and all floors and
members that provide lateral support for the wall or that are
supported by the wall. The anchorage shall provide a direct
connection between the walls and the roof or floor construction.
The connections shall be capable of resisting a strength level
horizontal force perpendicular to the plane of the wall equal to
0.2 times the weight of the wall tributary to the connection, but
not less than 5 psf (0.24 kN∕m2).

1.4.5 Extraordinary Loads and Events. When considered,
design for resistance to extraordinary loads and events shall
be in accordance with the procedures of Section 2.5.

1.5 CLASSIFICATION OF BUILDINGS AND OTHER
STRUCTURES

1.5.1 Risk Categorization. Buildings and other structures shall
be classified, based on the risk to human life, health, and welfare
associated with their damage or failure by nature of their
occupancy or use, according to Table 1.5-1 for the purposes
of applying flood, wind, snow, earthquake, and ice provisions.
Each building or other structure shall be assigned to the highest
applicable Risk Category or Categories. Minimum design loads
for structures shall incorporate the applicable importance factors
given in Table 1.5-2, as required by other sections of this
standard. Assignment of a building or other structure to
multiple Risk Categories based on the type of load condition
being evaluated (e.g., snow or seismic) shall be permitted.
When the building code or other referenced standard specifies

an Occupancy Category, the Risk Category shall not be taken as
lower than the Occupancy Category specified therein.

Table 1.5-1 Risk Category of Buildings and Other Structures for
Flood, Wind, Snow, Earthquake, and Ice Loads

Use or Occupancy of Buildings and Structures Risk Category

Buildings and other structures that represent low risk to
human life in the event of failure

I

All buildings and other structures except those listed in Risk
Categories I, III, and IV

II

Buildings and other structures, the failure of which could
pose a substantial risk to human life

III

Buildings and other structures, not included in Risk
Category IV, with potential to cause a substantial economic
impact and/or mass disruption of day-to-day civilian life in
the event of failure

Buildings and other structures not included in Risk Category
IV (including, but not limited to, facilities that manufacture,
process, handle, store, use, or dispose of such substances as
hazardous fuels, hazardous chemicals, hazardous waste, or
explosives) containing toxic or explosive substances where
the quantity of the material exceeds a threshold quantity
established by the Authority Having Jurisdiction and is
sufficient to pose a threat to the public if releaseda

Buildings and other structures designated as essential
facilities

IV

Buildings and other structures, the failure of which could
pose a substantial hazard to the community
Buildings and other structures (including, but not limited to,
facilities that manufacture, process, handle, store, use, or
dispose of such substances as hazardous fuels, hazardous
chemicals, or hazardous waste) containing sufficient
quantities of highly toxic substances where the quantity of
the material exceeds a threshold quantity established by the
Authority Having Jurisdiction and is sufficient to pose a
threat to the public if releaseda

Buildings and other structures required to maintain the
functionality of other Risk Category IV structures

aBuildings and other structures containing toxic, highly toxic, or explosive
substances shall be eligible for classification to a lower Risk Category if it can
be demonstrated to the satisfaction of the Authority Having Jurisdiction by a
hazard assessment as described in Section 1.5.3 that a release of the sub-
stances is commensurate with the risk associated with that Risk Category.
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1.5.2 Multiple Risk Categories. Where buildings or other
structures are divided into portions with independent structural
systems, the classification for each portion shall be permitted to
be determined independently. Where building systems, such as
required egress, HVAC, or electrical power, for a portion with a
higher Risk Category pass through or depend on other portions of
the building or other structure having a lower Risk Category,
those portions shall be assigned to the higher Risk Category.

1.5.3 Toxic, Highly Toxic, and Explosive Substances. Buildings
and other structures containing toxic, highly toxic, or explosive
substances are permitted to be classified as Risk Category II
structures if it can be demonstrated to the satisfaction of the
Authority Having Jurisdiction by a hazard assessment as part of
an overall risk management plan (RMP) that a release of the
toxic, highly toxic, or explosive substances is not sufficient to
pose a threat to the public.

To qualify for this reduced classification, the owner or operator
of the buildings or other structures containing the toxic, highly
toxic, or explosive substances shall have an RMP that incorpo-
rates three elements as a minimum: a hazard assessment, a
prevention program, and an emergency response plan.

As a minimum, the hazard assessment shall include the
preparation and reporting of worst-case release scenarios for
each structure under consideration, showing the potential effect
on the public for each. As a minimum, the worst-case event shall
include the complete failure e.g., instantaneous release of entire
contents of a vessel, piping system, or other storage structure. A
worst-case event includes, but is not limited to, a release during
the design wind or design seismic event. In this assessment, the
evaluation of the effectiveness of subsequent measures for acci-
dent mitigation shall be based on the assumption that the
complete failure of the primary storage structure has occurred.
The off-site impact shall be defined in terms of population within
the potentially affected area. To qualify for the reduced classifi-
cation, the hazard assessment shall demonstrate that a release of
the toxic, highly toxic, or explosive substances from a worst-case
event does not pose a threat to the public outside the property
boundary of the facility.

As a minimum, the prevention program shall consist of the
comprehensive elements of process safety management, which is
based upon accident prevention through the application of
management controls in the key areas of design, construction,
operation, and maintenance. Secondary containment of the toxic,
highly toxic, or explosive substances; including, but not limited
to, double-wall tank, dike of sufficient size to contain a spill, or
other means to contain a release of the toxic, highly toxic, or
explosive substances within the property boundary of the facility
and prevent release of harmful quantities of contaminants to the
air, soil, groundwater, or surface water; are permitted to be used
to mitigate the risk of release. Where secondary containment is
provided, it shall be designed for all environmental loads and is
not eligible for this reduced classification. In hurricane-prone
regions, mandatory practices and procedures that effectively
diminish the effects of wind on critical structural elements or
that alternatively protect against harmful releases during and after
hurricanes are permitted to be used to mitigate the risk of release.

As a minimum, the emergency response plan shall address
public notification, emergency medical treatment for accidental
exposure to humans, and procedures for emergency response to
releases that have consequences beyond the property boundary of
the facility. The emergency response plan shall address the
potential that resources for response could be compromised by
the event that has caused the emergency.

1.6 ADDITIONS AND ALTERATIONS TO EXISTING
STRUCTURES

When an existing building or other structure is enlarged or
otherwise altered, structural members affected shall be strength-
ened if necessary so that the factored loads defined in this
document will be supported without exceeding the specified
design strength for the materials of construction. When using
allowable stress design, strengthening is required when the
stresses caused by nominal loads exceed the specified allowable
stresses for the materials of construction.

1.7 LOAD TESTS

A load test of any construction shall be conducted when required
by the Authority Having Jurisdiction whenever there is reason to
question its safety for the intended use.

1.8 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

This section lists the consensus standards and other documents
that shall be considered part of this standard to the extent
referenced in this chapter.

OSHA Standards for General Industry, 29 CFR (Code of
Federal Regulations) Part 1910.1200. Appendix A, with Amend-
ments as of February 1, 2000, U.S. Department of Labor,
Occupational Safety and Health Administration, 2005.

Cited in: Section 1.2

Table 1.5-2 Importance Factors by Risk Category of Buildings and
Other Structures for Snow, Ice, and Earthquake Loads

Risk
Category from
Table 1.5-1

Snow
Importance
Factor, I s

Ice Importance
Factor—

Thickness, I i

Ice Importance
Factor—Wind,

Iw

Seismic
Importance
Factor, I e

I 0.80 0.80 1.00 1.00
II 1.00 1.00 1.00 1.00
III 1.10 1.15 1.00 1.25
IV 1.20 1.25 1.00 1.50

Note: The component importance factor, Ip, applicable to earthquake loads, is
not included in this table because it depends on the importance of the
individual component rather than that of the building as a whole, or its
occupancy. Refer to Section 13.1.3.
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CHAPTER 2

COMBINATIONS OF LOADS

2.1 GENERAL

Buildings and other structures shall be designed using the
provisions of either Section 2.3 or 2.4. Where elements of a
structure are designed by a particular material standard or
specification, they shall be designed exclusively by either
Section 2.3 or 2.4.

2.2 SYMBOLS

Ak = load or load effect arising from extraordinary event A
D = dead load
Di = weight of ice
E = earthquake load
F = load caused by fluids with well-defined pressures and

maximum heights
Fa = flood load
H = load due to lateral earth pressure, ground water pressure, or

pressure of bulk materials
L = live load
Lr = roof live load
N = notional load for structural integrity, Section 1.4
R = rain load
S = snow load
T = cumulative effect of self-straining forces and effects arising

from contraction or expansion resulting from environmental
or operational temperature changes, shrinkage, moisture
changes, creep in component materials, movement caused
by differential settlement, or combinations thereof

W = wind load
Wi = wind-on-ice determined in accordance with Chapter 10

2.3 LOAD COMBINATIONS FOR STRENGTH DESIGN

2.3.1 Basic Combinations. Structures, components, and
foundations shall be designed so that their design strength
equals or exceeds the effects of the factored loads in the
following combinations. Effects of one or more loads not
acting shall be considered. Seismic load effects shall be
combined loads in accordance with Section 2.3.6. Wind and
seismic loads need not be considered to act simultaneously. Refer
to Sections 1.4, 2.3.6, 12.4, and 12.14.3 for the specific definition
of the earthquake load effect E. Each relevant strength limit state
shall be investigated.

1. 1.4D
2. 1.2Dþ 1.6Lþ 0.5(Lr or S or R)
3. 1.2Dþ 1.6(Lr or S or R)þ(L or 0.5W)
4. 1.2Dþ 1.0W þ Lþ 0.5(Lr or S or R)
5. 0.9Dþ 1.0W

EXCEPTIONS:

1. The load factor on L in combinations 3 and 4 is permitted to
equal 0.5 for all occupancies in which Lo in Chapter 4,
Table 4.3-1, is less than or equal to 100 psf (4.78 kN/sq m),
with the exception of garages or areas occupied as places of
public assembly.

2. In combinations 2 and 4 the companion load S shall be
taken as either the flat roof snow load (pf ) or the sloped roof
snow load (ps).

Where fluid loads F are present, they shall be included with the
same load factor as dead load D in combinations 1 through 4.
Where loads H are present, they shall be included as follows:

1. where the effect of H adds to the principal load effect,
include H with a load factor of 1.6;

2. where the effect of H resists the principal load effect,
include H with a load factor of 0.9 where the load is
permanent or a load factor of 0 for all other conditions.

Effects of one or more loads not acting shall be investigated.
The most unfavorable effects from wind loads shall be investi-
gated, where appropriate, but they need not be considered to act
simultaneously with seismic loads.

Each relevant strength limit state shall be investigated.

2.3.2 Load Combinations Including Flood Load. When a
structure is located in a flood zone (Section 5.3.1), the
following load combinations shall be considered in addition to
the basic combinations in Section 2.3.1:

1. In V-Zones or Coastal A-Zones, 1.0W in combinations 4
and 5 shall be replaced by 1.0W þ 2.0Fa.

2. In noncoastal A-Zones, 1.0W in combinations 4 and 5 shall
be replaced by 0.5W þ 1.0Fa

2.3.3 Load Combinations Including Atmospheric Ice
Loads. When a structure is subjected to atmospheric ice and
wind-on-ice loads, the following load combinations shall be
considered:

1. 0.5(Lr or S or R) in combination 2 shall be replaced by
0.2Di þ 0.5S.

2. 1.0W þ 0.5(Lr or S or R) in combination 4 shall be replaced
by Di þWi þ 0.5S.

3. 1.0W in combination 5 shall be replaced by Di þWi.
4. 1.0W þ Lþ 0.5(Lr or S or R) in combination 4 shall be

replaced by Di.

2.3.4 Load Combinations Including Self-Straining Forces
and Effects. Where the structural effects of T are expected to
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adversely affect structural safety or performance, T shall be
considered in combination with other loads. The load factor
on T shall be established considering the uncertainty associated
with the likely magnitude of the structural forces and effects,
the probability that the maximum effect of T will occur
simultaneously with other applied loadings, and the potential
adverse consequences if the effect of T is greater than assumed.
The load factor on T shall not have a value less than 1.0.

2.3.5 Load Combinations for Nonspecified Loads. Where
approved by the Authority Having Jurisdiction, the registered
design professional is permitted to determine the combined load
effect for strength design using a method that is consistent with
the method on which the load combination requirements in
Section 2.3.1 are based. Such a method must be probability
based and must be accompanied by documentation regarding the
analysis and collection of supporting data that are acceptable to
the Authority Having Jurisdiction.

2.3.6 Basic Combinations with Seismic Load Effects. When a
structure is subject to seismic load effects, the following load com-
binations shall be considered in addition to the basic combinations
in Section 2.3.1. The most unfavorable effects from seismic loads
shall be investigated, where appropriate, but they need not be
considered to act simultaneously with wind loads.
Where the prescribed seismic load effect, E= f ðEv;EhÞ (defined

in Section 12.4.2 or 12.14.3.1) is combined with the effects of
other loads, the following seismic load combinations shall be used:

6. 1.2Dþ Ev þ Eh þ Lþ 0.2S
7. 0.9D − Ev þ Eh

Where the seismic load effect with overstrength,
Em = f ðEv;EmhÞ, defined in Section 12.4.3, is combined with
the effects of other loads, the following seismic load combination
for structures shall be used:

6. 1.2Dþ Ev þ Emh þ Lþ 0.2S
7. 0.9D − Ev þ Emh

EXCEPTION:

1. The load factor on L in combinations 6 is permitted to equal 0.5
for all occupancies in which Lo in Chapter 4, Table 4.3-1, is
less than or equal to 100 psf (4.78 kN/sqm), with the exception
of garages or areas occupied as places of public assembly.

2. In combinations 6, the companion load S shall be taken as
either the flat roof snow load (pf ) or the sloped roof snow
load (ps).

Where fluid loads F are present, they shall be included with the
same load factor as dead load D in combinations 6 and 7.
Where loads H are present, they shall be included as follows:

1. Where the effect of H adds to the primary variable load
effect, include H with a load factor of 1.6;

2. Where the effect of H resists the primary variable load
effect, include H with a load factor of 0.9 where the load is
permanent or a load factor of 0 for all other conditions.

2.4 LOAD COMBINATIONS FOR ALLOWABLE
STRESS DESIGN

2.4.1 Basic Combinations. Loads listed herein shall be con-
sidered to act in the following combinations; whichever produces
the most unfavorable effect in the building, foundation, or
structural member shall be considered. Effects of one or more
loads not acting shall be considered. Seismic load effects shall be

combined with other loads in accordance with Section 2.4.5.
Wind and seismic loads need not be considered to act
simultaneously. Refer to Sections 1.4, 2.4.5, 12.4, and 12.14.3
for the specific definition of the earthquake load effect E.
Increases in allowable stress shall not be used with the loads or

load combinations given in this standard unless it can be
demonstrated that such an increase is justified by structural
behavior caused by rate or duration of load.

1. D
2. Dþ L
3. Dþ (Lr or S or R)
4. Dþ 0.75Lþ 0.75(Lr or S or R)
5. Dþ ð0.6WÞ
6. Dþ 0.75Lþ 0.75ð0.6WÞ þ 0.75(Lr or S or R)
7. 0.6Dþ 0.6W

EXCEPTIONS:

1. In combinations 4 and 6, the companion load S shall be
taken as either the flat roof snow load (pf ) or the sloped roof
snow load (ps).

2. For nonbuilding structures in which the wind load is deter-
mined from force coefficients,Cf , identified in Figs. 29.4-1,
29.4-2, and 29.4-3 and the projected area contributing wind
force toa foundationelement exceeds1,000 sq ft (93 sqm)on
either a vertical or a horizontal plane, it shall be permitted to
replace W with 0.9W in combination 7 for design of the
foundation, excluding anchorage of the structure to the
foundation.

Where fluid loads F are present, they shall be included in
combinations 1 through 6 with the same factor as that used for
dead load D.
Where loads H are present, they shall be included as follows:

1. where the effect of H adds to the principal load effect,
include H with a load factor of 1.0;

2. where the effect of H resists the principal load effect,
include H with a load factor of 0.6 where the load is
permanent or a load factor of 0 for all other conditions.

The most unfavorable effects from both wind and earthquake
loads shall be considered, where appropriate, but they need not
be assumed to act simultaneously. Refer to Sections 1.4, 2.4.5,
12.4, and 12.14.3 for the specific definition of the earthquake
load effect E.
Increases in allowable stress shall not be used with the loads or

load combinations given in this standard unless it can be
demonstrated that such an increase is justified by structural
behavior caused by rate or duration of load.

2.4.2 Load Combinations Including Flood Load. When a
structure is located in a flood zone, the following load
combinations shall be considered in addition to the basic
combinations in Section 2.4.1:

1. In V-Zones or Coastal A-Zones (Section 5.3.1), 1.5Fa shall
be added to other loads in combinations 5, 6, and 7, and E
shall be set equal to zero in combinations 5 and 6.

2. In noncoastal A-Zones, 0.75Fa shall be added to combina-
tions 5, 6, and 7, and E shall be set equal to zero in
combinations 5 and 6.

2.4.3 Load Combinations Including Atmospheric Ice Loads.
When a structure is subjected to atmospheric ice and wind-on-ice
loads, the following load combinations shall be considered:

1. 0.7Di shall be added to combination 2.
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2. (Lr or S or R) in combination 3 shall be replaced by
0.7Di þ 0.7Wi þ S.

3. 0.6W in combination 7 shall be replaced by 0.7Di þ 0.7Wi.
4. 0.7Di shall be added to combination 1.

2.4.4 Load Combinations Including Self-Straining Forces
and Effects. Where the structural effects of T are expected to
adversely affect structural safety or performance, T shall be
considered in combination with other loads. Where the
maximum effect of load T is unlikely to occur simultaneously
with the maximum effects of other variable loads, it shall be
permitted to reduce the magnitude of T considered in
combination with these other loads. The fraction of T
considered in combination with other loads shall not be less
than 0.75.

2.4.5 Basic Combinations with Seismic Load Effects. When a
structure is subject to seismic load effects, the following load
combinations shall be considered in addition to the basic
combinations and associated Exceptions in Section 2.4.1.

Where the prescribed seismic load effect, E= f ðEv;EhÞ (de-
fined in Section 12.4.2) is combined with the effects of other
loads, the following seismic load combinations shall be used:

8. 1.0Dþ 0.7Ev þ 0.7Eh
9. 1.0Dþ 0.525Ev þ 0.525Eh þ 0.75Lþ 0.75S

10. 0.6D − 0.7Ev þ 0.7Eh

Where the seismic load effect with overstrength,
Em = f ðEv;EmhÞ, defined in Section 12.4.3, is combined with
the effects of other loads, the following seismic load combination
for structures not subject to flood or atmospheric ice loads shall
be used:

8. 1.0Dþ 0.7Ev þ 0.7Emh
9. 1.0Dþ 0.525Ev þ 0.525Emh þ 0.75Lþ 0.75S

10. 0.6D − 0.7Ev þ 0.7Emh

Where allowable stress design methodologies are used with
the seismic load effect defined in Section 12.4.3 and applied in
load combinations 8, 9, or 10, allowable stresses are permitted to
be determined using an allowable stress increase factor of 1.2.
This increase shall not be combined with increases in allowable
stresses or load combination reductions otherwise permitted by
this standard or the material reference document except for
increases caused by adjustment factors in accordance with AWC
NDS.

EXCEPTIONS:

1. In combinations 9, the companion load S shall be taken as
either the flat roof snow load (pf ) or the sloped roof snow
load (ps).

2. It shall be permitted to replace 0.6D with 0.9D in combi-
nation 10 for the design of special reinforced masonry
shear walls where the walls satisfy the requirement of
Section 14.4.2.

Where fluid loads F are present, they shall be included in
combinations 8, 9, and 10 with the same factor as that used for
dead load D.

Where loads H are present, they shall be included as follows:

1. where the effect of H adds to the primary variable load
effect, include H with a load factor of 1.0;

2. where the effect of H resists the primary variable load
effect, include H with a load factor of 0.6 where the load is
permanent or a load factor of 0 for all other conditions.

2.5 LOAD COMBINATIONS FOR EXTRAORDINARY
EVENTS

2.5.1 Applicability. Where required by the owner or applicable
code, strength and stability shall be checked to ensure that
structures are capable of withstanding the effects of extra-
ordinary (i.e., low-probability) events, such as fires, explo-
sions, and vehicular impact without disproportionate collapse.

2.5.2 Load Combinations.

2.5.2.1 Capacity. For checking the capacity of a structure or
structural element to withstand the effect of an extraordinary
event, the following gravity load combination shall be considered:

ð0.9 or 1.2ÞDþ Ak þ 0.5Lþ 0.2S (2.5-1)

in which Ak = the load or load effect resulting from extraordinary
event A.

2.5.2.2 Residual Capacity. For checking the residual load-
carrying capacity of a structure or structural element following
the occurrence of a damaging event, selected load-bearing elements
identified by the registered design professional shall be notionally
removed, and the capacity of the damaged structure shall be
evaluated using the following gravity load combination:

ð0.9 or 1.2ÞDþ 0.5Lþ 0.2ðLr or S or RÞ (2.5-2)

2.5.3 Stability Requirements. Stability shall be provided for
the structure as a whole and for each of its elements. Any method
that considers the influence of second-order effects is permitted.

2.6 LOAD COMBINATIONS FOR GENERAL
STRUCTURAL INTEGRITY LOADS

The notional loads, N, specified in Section 1.4 for structural
integrity shall be combined with other loads in accordance with
Section 2.6.1 for strength design and Section 2.6.2 for allowable
stress design.

2.6.1 Strength Design Notional Load Combinations.

1. 1.2Dþ 1.0N þ Lþ 0.2S
2. 0.9Dþ 1.0N

2.6.2 Allowable Stress Design Notional Load Combinations.

1. Dþ 0.7N
2. Dþ 0.75ð0.7NÞ þ 0.75Lþ 0.75(Lr or S or R)
3. 0.6Dþ 0.7N

2.7 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

This section lists the consensus standards and other documents
that shall be considered part of this standard to the extent
referenced in this chapter.

ANSI/AISC 300, Specification for Structural Steel Buildings,
American Institute of Steel Construction, 2016.

Cited in: Section 2.3.5
AWC NDS 12, National Design Specification for Wood Con-

struction, Including Supplements, AmericanWood Council, 2012.
Cited in: Section 2.4.5
AWC NDS 15, National Design Specification for Wood Con-

struction, Including Supplements, AmericanWood Council, 2014.
Cited in: Section 2.4.5
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CHAPTER 3

DEAD LOADS, SOIL LOADS, AND HYDROSTATIC PRESSURE

3.1 DEAD LOADS

3.1.1 Definition. Dead loads consist of the weight of all
materials of construction incorporated into the building
including, but not limited to, walls, floors, roofs, ceilings,
stairways, built-in partitions, finishes, cladding, and other
similarly incorporated architectural and structural items and
fixed service equipment, including the weight of cranes and
material handling systems.

3.1.2 Weights of Materials and Constructions. In determining
dead loads for purposes of design, the actual weights of materials
and constructions shall be used, provided that in the absence of
definite information, values approved by the Authority Having
Jurisdiction shall be used.

3.1.3 Weight of Fixed Service Equipment. In determining
dead loads for purposes of design, the weight of fixed service
equipment, including the maximum weight of the contents of
fixed service equipment, shall be included. The components of
fixed service equipment that are variable, such as liquid contents
and movable trays, shall not be used to counteract forces causing

overturning, sliding, and uplift conditions in accordance with
Section 1.3.6.

EXCEPTIONS:

1. Where force effects are the result of the presence of the
variable components, the components are permitted to be
used to counter those load effects. In such cases, the
structure shall be designed for force effects with the
variable components present and with them absent.

2. For the calculation of seismic force effects, the components
of fixed service equipment that are variable, such as liquid
contents and movable trays, need not exceed those
expected during normal operation.

3.1.4 Vegetative and Landscaped Roofs. The weight of all
landscaping and hardscaping materials shall be considered as
dead load. The weight shall be computed considering both fully
saturated soil and drainage layer materials and fully dry soil and
drainage layer materials to determine the most severe load effects
on the structure.

Table 3.2-1 Design Lateral Soil Load

Description of Backfill Material Unified Soil Classification
Design Lateral Soil Loada psf per foot of depth

(kN∕m2 per meter of depth)

Well-graded, clean gravels, gravel–sand mixes GW 35 (5.50)b

Poorly graded, clean gravels, gravel–sand mixes GP 35 (5.50)b

Silty gravels, poorly graded gravel–sand mixes GM 35 (5.50)b

Clayey gravels, poorly graded gravel-and-clay mixes GC 45 (7.07)b

Well-graded, clean sands; gravel–sand mixes SW 35 (5.50)b

Poorly graded, clean sands, sand–gravel mixes SP 35 (5.50)b

Silty sands, poorly graded sand–silt mixes SM 45 (7.07)b

Sand–silt clay mix with plastic fines SM–SC 85 (13.35)c

Clayey sands, poorly graded sand–clay mixes SC 85 (13.35)c

Inorganic silts and clayey silts ML 85 (13.35)c

Mixture of inorganic silt and clay ML–CL 85 (13.35)c

Inorganic clays of low to medium plasticity CL 100 (15.71)
Organic silts and silt–clays, low plasticity OL d

Inorganic clayey silts, elastic silts MH d

Inorganic clays of high plasticity CH d

Organic clays and silty clays OH d

aDesign lateral soil loads are given for moist conditions for the specified soils at their optimum densities. Actual field conditions shall govern. Submerged or
saturated soil pressures shall include the weight of the buoyant soil plus the hydrostatic loads.
bFor relatively rigid walls, as when braced by floors, the design lateral soil load shall be increased for sand and gravel type soils to 60 psf (9.43 kN∕m2) per foot
(meter) of depth. Basement walls extending not more than 8 ft (2.44 m) below grade and supporting light floor systems are not considered as being relatively rigid
walls.
cFor relatively rigid walls, as when braced by floors, the design lateral load shall be increased for silt and clay type soils to 100 psf (15.71 kN∕m2) per foot (meter)
of depth. Basement walls extending not more than 8 ft (2.44 m) below grade and supporting light floor systems are not considered as being relatively rigid walls.
dUnsuitable as backfill material.
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3.1.5 Solar Panels. The weight of solar panels, their support
system, and ballast shall be considered as dead load.

3.2 SOIL LOADS AND HYDROSTATIC PRESSURE

3.2.1 Lateral Pressures. Structures below grade shall be
designed to resist lateral soil loads from adjacent soil. If lateral
soil loads are not given in a geotechnical report approved by the
Authority Having Jurisdiction, then the lateral soil loads specified
in Table 3.2-1 shall be used as the minimum design lateral soil
loads. Where applicable, lateral pressure from fixed or moving
surcharge loads shall be added to the lateral soil loads. When a
portion or the whole of the adjacent soil is below a free-water
surface, computations shall be based upon the weight of the soil
diminished by buoyancy, plus full hydrostatic pressure.
The lateral pressure shall be increased if expansive soils

are present at the site, as determined by a geotechnical
investigation.

3.2.2 Uplift Loads on Floors and Foundations. Basement
floors, slabs on ground, foundations, and similar approximately
horizontal elements below grade shall be designed to resist uplift
loads where applicable. The upward pressure of water shall be
taken as the full hydrostatic pressure applied over the entire area.
The hydrostatic load shall be measured from the underside of the
construction.
Foundations, slabs on ground, and other components placed

on expansive soils shall be designed to tolerate the movement
or resist the upward loads caused by the expansive soils, or the
expansive soil shall be removed or stabilized around and
beneath the structure.

3.3 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

No consensus standards and other documents that shall be
considered part of this standard are referenced in this chapter.
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CHAPTER 4

LIVE LOADS

4.1 DEFINITIONS

The following definitions apply to the provisions of this chapter.
FIXED LADDER: A ladder that is permanently attached to a

structure, building, or equipment.
GRAB BAR SYSTEM: A bar and associated anchorages and

attachments to the structural system, for the support of body
weight in locations such as toilets, showers, and tub enclosures.

GUARDRAIL SYSTEM: A system of components, includ-
ing anchorages and attachments to the structural system, near
open sides of an elevated surface for the purpose of minimizing
the possibility of a fall from the elevated surface by people,
equipment, or material.

HANDRAIL SYSTEM: A rail grasped by hand for guidance
and support and associated anchorages and attachments to the
structural system.

HELIPAD: A structural surface that is used for landing,
taking off, taxiing, and parking of helicopters.

LIVE LOAD: A load produced by the use and occupancy of
the building or other structure that does not include construction
or environmental loads, such as wind load, snow load, rain load,
earthquake load, flood load, or dead load.

ROOF LIVE LOAD: A load on a roof produced (1) during
maintenance by workers, equipment, and materials, and (2) dur-
ing the life of the structure by movable objects, such as planters
or other similar small decorative appurtenances that are not
occupancy related. An occupancy-related live load on a roof
such as rooftop assembly areas, rooftop decks, and vegetative or
landscaped roofs with occupiable areas, is considered to be a live
load rather than a roof live load.

SCREEN ENCLOSURE: A building or part thereof, in
whole or in part self-supporting, having walls and a roof of
insect or sun screening using fiberglass, aluminum, plastic, or
similar lightweight netting material, which encloses an occupan-
cy or use such as outdoor swimming pools, patios or decks, and
horticultural and agricultural production facilities.

VEHICLE BARRIER SYSTEM: A system of components,
including anchorages and attachments to the structural system
near open sides or walls of garage floors or ramps, that acts as a
restraint for vehicles.

4.2 LOADS NOT SPECIFIED

For occupancies or uses not designated in this chapter, the live
load shall be determined in accordance with a method approved
by the Authority Having Jurisdiction.

4.3 UNIFORMLY DISTRIBUTED LIVE LOADS

4.3.1 Required Live Loads. The live loads used in the design
of buildings and other structures shall be the maximum loads
expected by the intended use or occupancy but shall in no case be

less than the minimum uniformly distributed unit loads required
by Table 4.3-1.

4.3.2 Provision for Partitions. In office buildings and in other
buildings where partition locations are subject to change,
provisions for partition weight shall be made, whether or not
partitions are shown on the plans. The partition load shall not be
less than 15 psf (0.72 kN∕m2).

EXCEPTION: A partition live load is not required where the
minimum specified live load is 80 psf (3.83 kN∕m2) or greater.

4.3.3 Partial Loading. The full intensity of the appropriately
reduced live load applied only to a portion of a structure or member
shall be accounted for if it produces a more unfavorable load effect
than the same intensity applied over the full structure or member.
Roof live loads shall be distributed as specified in Table 4.3-1.

4.4 CONCENTRATED LIVE LOADS

Floors, roofs, and other similar surfaces shall be designed to
support the uniformly distributed live loads prescribed in
Section 4.3 or the concentrated load, in pounds or kilonewtons
(kN), given in Table 4.3-1, whichever produces the greater load
effects. Unless otherwise specified, the indicated concentration
shall be assumed to be uniformly distributed over an area 2.5 ft
(762 mm) by 2.5 ft (762 mm) and shall be located so as to
produce the maximum load effects in the members.

4.5 LOADS ON HANDRAIL, GUARDRAIL, GRAB BAR,
AND VEHICLE BARRIER SYSTEMS, AND ON
FIXED LADDERS

4.5.1 Handrail and Guardrail Systems. Handrail and
guardrail systems shall be designed to resist a single
concentrated load of 200 lb (0.89 kN) applied in any direction
at any point on the handrail or top rail to produce the maximum
load effect on the element being considered and to transfer this
load through the supports to the structure.

4.5.1.1 Uniform Load. Handrail and guardrail systems shall
also be designed to resist a load of 50 lb∕ft (pound-force per
linear foot) (0.73 kN∕m) applied in any direction along the
handrail or top rail and to transfer this load through the
supports to the structure. This load need not be assumed to act
concurrently with the concentrated load specified in Section 4.5.1.

EXCEPTIONS: The uniform load need not be considered for
the following occupancies:

1. one- and two-family dwellings, and
2. factory, industrial, and storage occupancies in areas that are

not accessible to the public and that serve an occupant load
not greater than 50.
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Table 4.3-1 Minimum Uniformly Distributed Live Loads, Lo , and Minimum Concentrated Live Loads

Occupancy or Use Uniform, Lo psf (kN∕m2)

Live Load
Reduction Permitted?

(Sec. No.)

Multiple-Story Live
Load Reduction

Permitted? (Sec. No.)
Concentrated

lb (kN)
Also See
Section

Apartments (See Residential)
Access floor systems
Office use 50 (2.40) Yes (4.7.2) Yes (4.7.2) 2,000 (8.90)
Computer use 100 (4.79) Yes (4.7.2) Yes (4.7.2) 2,000 (8.90)

Armories and drill rooms 150 (7.18) No (4.7.5) No (4.7.5)
Assembly areas
Fixed seats (fastened to floors) 60 (2.87) No (4.7.5) No (4.7.5)
Lobbies 100 (4.79) No (4.7.5) No (4.7.5)
Movable seats 100 (4.79) No (4.7.5) No (4.7.5)
Platforms (assembly) 100 (4.79) No (4.7.5) No (4.7.5)
Stage floors 150 (7.18) No (4.7.5) No (4.7.5)
Reviewing stands, grandstands, and
bleachers

100 (4.79) No (4.7.5) No (4.7.5) 4.14

Stadiums and arenas with fixed seats
(fastened to the floor)

60 (2.87) No (4.7.5) No (4.7.5) 4.14

Other assembly areas 100 (4.79) No (4.7.5) No (4.7.5)
Balconies and decks 1.5 times the live load for the

area served. Not required to
exceed 100 psf (4.79 kN∕m2)

Yes (4.7.2) Yes (4.7.2)

Catwalks for maintenance access 40 (1.92) Yes (4.7.2) Yes (4.7.2) 300 (1.33)
Corridors
First floor 100 (4.79) Yes (4.7.2) Yes (4.7.2)
Other floors Same as occupancy served

except as indicated
Dining rooms and restaurants 100 (4.79) No (4.7.5) No (4.7.5)
Dwellings (See Residential)
Elevator machine room grating (on area of
2 in. by 2 in. (50 mm by 50 mm))

— — 300 (1.33)

Finish light floor plate construction (on
area of 1 in. by 1 in. (25 mm by 25 mm))

— — 200 (0.89)

Fire escapes 100 (4.79) Yes (4.7.2) Yes (4.7.2)
On single-family dwellings only 40 (1.92) Yes (4.7.2) Yes (4.7.2)

Fixed ladders — — See Sec. 4.5.4
Garages (See Section 4.10)
Passenger vehicles only 40 (1.92) No (4.7.4) Yes (4.7.4) See Sec. 4.10.1
Trucks and buses See Sec. 4.10.2 — — See Sec. 4.10.2

Handrails and Guardrails See Sec. 4.5.1 — — See Sec. 4.5.1
Grab bars — — See Sec. 4.5.2

Helipads (See Section 4.11)
Helicopter takeoff weight 3,000 lb
(13.35 kN) or less

40 (1.92) No (4.11.1) — See Sec. 4.11.2

Helicopter takeoff weight more than
3,000 lb (13.35 kN)

60 (2.87) No (4.11.1) — See Sec. 4.11.2

Hospitals
Operating rooms, laboratories 60 (2.87) Yes (4.7.2) Yes (4.7.2) 1,000 (4.45)
Patient rooms 40 (1.92) Yes (4.7.2) Yes (4.7.2) 1,000 (4.45)
Corridors above first floor 80 (3.83) Yes (4.7.2) Yes (4.7.2) 1,000 (4.45)

Hotels (See Residential)
Libraries
Reading rooms 60 (2.87) Yes (4.7.2) Yes (4.7.2) 1,000 (4.45)
Stack rooms 150 (7.18) No (4.7.3) Yes (4.7.3) 1,000 (4.45) 4.13
Corridors above first floor 80 (3.83) Yes (4.7.2) Yes (4.7.2) 1,000 (4.45)

Manufacturing
Light 125 (6.00) No (4.7.3) Yes (4.7.3) 2,000 (8.90)
Heavy 250 (11.97) No (4.7.3) Yes (4.7.3) 3,000 (13.35)

Office buildings
File and computer rooms shall be designed
for heavier loads based on anticipated
occupancy

Lobbies and first-floor corridors 100 (4.79) Yes (4.7.2) Yes (4.7.2) 2,000 (8.90)
Offices 50 (2.40) Yes (4.7.2) Yes (4.7.2) 2,000 (8.90)
Corridors above first floor 80 (3.83) Yes (4.7.2) Yes (4.7.2) 2,000 (8.90)

continues
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Table 4.3-1. (Continued) Minimum Uniformly Distributed Live Loads, Lo , and Minimum Concentrated Live Loads

Occupancy or Use Uniform, Lo psf (kN∕m2)

Live Load
Reduction Permitted?

(Sec. No.)

Multiple-Story Live
Load Reduction

Permitted? (Sec. No.)
Concentrated

lb (kN)
Also See
Section

Penal institutions
Cell blocks 40 (1.92) Yes (4.7.2) Yes (4.7.2)
Corridors 100 (4.79) Yes (4.7.2) Yes (4.7.2)

Recreational uses
Bowling alleys, poolrooms, and similar
uses

75 (3.59) No (4.7.5) No (4.7.5)

Dance halls and ballrooms 100 (4.79) No (4.7.5) No (4.7.5)
Gymnasiums 100 (4.79) No (4.7.5) No (4.7.5)

Residential
One- and two-family dwellings
Uninhabitable attics without storage 10 (0.48) Yes (4.7.2) Yes (4.7.2) 4.12.1
Uninhabitable attics with storage 20 (0.96) Yes (4.7.2) Yes (4.7.2) 4.12.2
Habitable attics and sleeping areas 30 (1.44) Yes (4.7.2) Yes (4.7.2)
All other areas except stairs 40 (1.92) Yes (4.7.2) Yes (4.7.2)

All other residential occupancies
Private rooms and corridors serving
them

40 (1.92) Yes (4.7.2) Yes (4.7.2)

Public rooms 100 (4.79) No (4.7.5) No (4.7.5)
Corridors serving public rooms 100 (4.79) Yes (4.7.2) Yes (4.7.2)

Roofs
Ordinary flat, pitched, and curved roofs 20 (0.96) Yes (4.8.2) — 4.8.1
Roof areas used for occupants Same as occupancy served Yes (4.8.3) —

Roof areas used for assembly purposes 100 (4.70) Yes (4.8.3)
Vegetative and landscaped roofs
Roof areas not intended for occupancy 20 (0.96) Yes (4.8.2) —

Roof areas used for assembly purposes 100 (4.70) Yes (4.8.3) —

Roof areas used for other occupancies Same as occupancy served Yes (4.8.3) —

Awnings and canopies
Fabric construction supported by a
skeleton structure

5 (0.24) No (4.8.2) —

Screen enclosure support frame 5 (0.24) based on the
tributary area of the roof
supported by the frame
member

No (4.8.2) — 200 (0.89)

All other construction 20 (0.96) Yes (4.8.2) — 4.8.1
Primary roof members, exposed to a work
floor
Single panel point of lower chord of roof 2,000 (8.90)
trusses or any point along primary
structural members supporting roofs
over manufacturing, storage
warehouses, and repair garages

All other primary roof members — — 300 (1.33)
All roof surfaces subject to maintenance
workers

— — 300 (1.33)

Schools
Classrooms 40 (1.92) Yes (4.7.2) Yes (4.7.2) 1,000 (4.45)
Corridors above first floor 80 (3.83) Yes (4.7.2) Yes (4.7.2) 1,000 (4.45)
First-floor corridors 100 (4.79) Yes (4.7.2) Yes (4.7.2) 1,000 (4.45)

Scuttles, skylight ribs, and accessible
ceilings

200 (0.89)

Sidewalks, vehicular driveways, and yards
subject to trucking

250 (11.97) No (4.7.3) Yes (4.7.3) 8,000 (35.60) 4.15

Stairs and exit ways 100 (4.79) Yes (4.7.2) Yes (4.7.2) 300 (1.33) 4.16
One- and two-family dwellings only 40 (1.92) Yes (4.7.2) Yes (4.7.2) 300 (1.33) 4.16

Storage areas above ceilings 20 (0.96) Yes (4.7.2) Yes (4.7.2)
Storage warehouses (shall be designed for
heavier loads if required for anticipated
storage)
Light 125 (6.00) No (4.7.3) Yes (4.7.3)
Heavy 250 (11.97) No (4.7.3) Yes (4.7.3)

continues
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4.5.1.2 Guardrail System Component Loads. Balusters,
panel fillers, and guardrail infill components, including all
rails except the handrail and the top rail, shall be designed to
resist a horizontally applied normal load of 50 lb (0.22 kN) on an
area not to exceed 12 in. by 12 in. (305 mm by 305 mm),
including openings and space between rails and located so as to
produce the maximum load effects. Reactions due to this loading
are not required to be superimposed with the loads specified in
Sections 4.5.1 and 4.5.1.1.

4.5.2 Grab Bar Systems. Grab bar systems shall be designed to
resist a single concentrated load of 250 lb (1.11 kN) applied in
any direction at any point on the grab bar to produce the
maximum load effect.

4.5.3 Vehicle Barrier Systems. Vehicle barrier systems for
passenger vehicles shall be designed to resist a single load of
6,000 lb (26.70 kN) applied horizontally in any direction to the
barrier system and shall have anchorages or attachments capable
of transferring this load to the structure. For design of the system,
the load shall be assumed to act at heights between 1 ft 6 in.
(460 mm) and 2 ft 3 in. (686 mm) above the floor or ramp surface,
located to produce the maximum load effects. The load shall be
applied on an area not to exceed 12 in. by 12 in. (305 mm by
305 mm). This load is not required to act concurrently with any
handrail or guardrail system loadings specified in Section 4.5.1.
Vehicle barrier systems in garages accommodating trucks and
buses shall be designed in accordance with AASHTO LRFD
Bridge Design Specifications.

4.5.4 Fixed Ladders. Fixed ladders with rungs shall be
designed to resist a single concentrated load of 300 lb
(1.33 kN) applied at any point to produce the maximum load
effect on the element being considered. The number and
position of additional concentrated live load units shall be a
minimum of 1 unit of 300 lb (1.33 kN) for every 10 ft (3.05 m) of
ladder height.
Where rails of fixed ladders extend above a floor or platform at

the top of the ladder, each side rail extension shall be designed to
resist a single concentrated live load of 100 lb (0.445 kN) applied
in any direction at any height up to the top of the side rail
extension. Ships ladders with treads instead of rungs shall be
designed to resist the stair loads given in Table 4.3-1.

4.6 IMPACT LOADS

4.6.1 General. The live loads specified in Sections 4.3 through
4.5 shall be assumed to include adequate allowance for ordinary

impact conditions. Provision shall be made in the structural
design for uses and loads that involve unusual vibration and
impact forces.

4.6.2 Elevators. All elements subject to dynamic loads from
elevators shall be designed for impact loads and deflection limits
prescribed by ASME A17.

4.6.3 Machinery. For the purpose of design, the weight of
machinery and moving loads shall be increased as follows to
allow for impact: (1) light machinery, shaft- or motor-driven,
20%; and (2) reciprocating machinery or power-driven units,
50%. All percentages shall be increased where specified by the
manufacturer.

4.6.4 Elements Supporting Hoists for Façade Access and
Building Maintenance Equipment. Structural elements
that support hoists for façade and building maintenance
equipment shall be designed for a live load of 2.5 times the
rated load of the hoist or the stall load of the hoist, whichever
is larger.

4.6.5 Fall Arrest and Lifeline Anchorages. Fall arrest and
lifeline anchorages and structural elements that support these
anchorages shall be designed for a live load of 3,100 lb (13.8 kN)
for each attached lifeline in every direction that a fall arrest load
may be applied.

4.7 REDUCTION IN UNIFORM LIVE LOADS

4.7.1 General. Except for roof uniform live loads, all other
minimum uniformly distributed live loads, Lo in Table 4.3-1, are
permitted to be reduced in accordance with the requirements of
Sections 4.7.2 through 4.7.6.

4.7.2 Reduction in Uniform Live Loads. Subject to the
limitations of Sections 4.7.3 through 4.7.6, members for
which a value of KLLAT is 400 ft2 (37.16 m2) or more are
permitted to be designed for a reduced live load in accordance
with the following formula:

L= Lo

�
0.25þ 15ffiffiffiffiffiffiffiffiffiffiffiffiffi

KLLAT
p

�
(4.7-1)

L= Lo

�
0.25þ 4.57ffiffiffiffiffiffiffiffiffiffiffiffiffi

KLLAT
p

�
(4.7-1si)

Table 4.3-1. (Continued) Minimum Uniformly Distributed Live Loads, Lo , and Minimum Concentrated Live Loads

Occupancy or Use Uniform, Lo psf (kN∕m2)

Live Load
Reduction Permitted?

(Sec. No.)

Multiple-Story Live
Load Reduction

Permitted? (Sec. No.)
Concentrated

lb (kN)
Also See
Section

Stores
Retail
First floor 100 (4.79) Yes (4.7.2) Yes (4.7.2) 1,000 (4.45)
Upper floors 75 (3.59) Yes (4.7.2) Yes (4.7.2) 1,000 (4.45)

Wholesale, all floors 125 (6.00) No (4.7.3) Yes (4.7.3) 1,000 (4.45)
Vehicle barriers See Sec. 4.5.3
Walkways and elevated platforms (other
than exit ways)

60 (2.87) Yes (4.7.2) Yes (4.7.2)

Yards and terraces, pedestrian 100 (4.79) No (4.7.5) No (4.7.5)
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where

L = reduced design live load per ft2 (m2) of area supported by
the member

Lo = unreduced design live load per ft2 (m2) of area supported
by the member (see Table 4.3-1)

KLL = live load element factor (see Table 4.7-1)
AT = tributary area in ft2 (m2).

L shall not be less than 0.50Lo for members supporting one floor,
and L shall not be less than 0.40Lo for members supporting two
or more floors.

4.7.3 Heavy Live Loads. Live loads that exceed 100 lb∕ft2
(4.79 kN∕m2) shall not be reduced.

EXCEPTION: Live loads for members supporting two or
more floors are permitted to be reduced by a maximum of 20%,
but the reduced live load shall not be less than L as calculated in
Section 4.7.2.

4.7.4 Passenger Vehicle Garages. The live loads shall not be
reduced in passenger vehicle garages.

EXCEPTION: Live loads for members supporting two or
more floors are permitted to be reduced by a maximum of 20%,
but the reduced live load shall not be less than L as calculated in
Section 4.7.2.

4.7.5 Assembly Uses. Live loads shall not be reduced in
assembly uses.

4.7.6 Limitations on One-Way Slabs. The tributary area, AT ,
for one-way slabs shall not exceed an area defined by the slab
span times a width normal to the span of 1.5 times the slab span.

4.8 REDUCTION IN ROOF LIVE LOADS

4.8.1 General. The minimum uniformly distributed roof live
loads, Lo in Table 4.3-1, are permitted to be reduced in
accordance with the requirements of Sections 4.8.2 and 4.8.3.

Where uniform roof live loads are reduced to less than
20 lb∕ft2 (0.96 kN∕m2) in accordance with Section 4.8.2 and
are applied to the design of structural members arranged so as to
create continuity, the reduced roof live load shall be applied to
adjacent spans or to alternate spans, whichever produces the
greatest unfavorable load effect.

4.8.2 Ordinary Roofs, Awnings, and Canopies. Ordinary flat,
pitched, and curved roofs, and awning and canopies other than

those of fabric construction supported by a skeleton structure, are
permitted to be designed for a reduced roof live load, as specified
in Eq. (4.8-1), or other controlling combinations of loads, as
specified in Chapter 2, whichever produces the greater load
effect. In structures such as greenhouses, where special
scaffolding is used as a work surface for workers and
materials during maintenance and repair operations, a lower
roof load than specified in Eq. (4.8-1) shall not be used
unless approved by the Authority Having Jurisdiction. On
such structures, the minimum roof live load shall be 12 psf
(0.58 kN∕m2).

Lr =LoR1R2 where 12 ≤ Lr ≤ 20 (4.8-1)

Lr = LoR1R2 where 0.58 ≤ Lr ≤ 0.96 (4.8-1si)

where

Lr = reduced roof live load per ft2 (m2) of horizontal projection
supported by the member and

Lo = unreduced design roof live load per ft2 (m2) of horizontal
projection supported by the member (see Table 4.3-1).

The reduction factors R1 and R2 shall be determined as
follows:

R1 =
1 for AT ≤ 200 ft2

1.2 − 0.001AT for 200 ft2 < AT < 600 ft2

0.6 for AT ≥ 600 ft2

in SI:

R1 =
1 for AT ≤ 18.58 m2

1.2 − 0.011AT for 18.58 m2 < AT < 55.74 m2

0.6 for AT ≥ 55.74 m2

where AT = tributary area in ft2 (m2) supported by the member
and

R2 =
1 for F ≤ 4
1.2 − 0.05F for 4 < F < 12
0.6 for F ≥ 12

where, for a pitched roof, F = number of inches of rise per foot
(in SI: F = 0.12 × slope, with slope expressed in percentage
points) and, for an arch or dome, F = rise-to-span ratio
multiplied by 32.

4.8.3 Occupiable Roofs. Roofs that have an occupancy
function, such as roof gardens or other special purposes, are
permitted to have their uniformly distributed live load reduced in
accordance with the requirements of Section 4.7.

Roofs used for other special purposes shall be designed for
appropriate loads as approved by the Authority Having Jurisdiction.

4.9 CRANE LOADS

4.9.1 General. The crane live load shall be the rated capacity of
the crane. Design loads for the runway beams, including
connections and support brackets, of moving bridge cranes
and monorail cranes shall include the maximum wheel loads

Table 4.7-1 Live Load Element Factor, KLL

Element KLL
a

Interior columns 4
Exterior columns without cantilever slabs 4
Edge columns with cantilever slabs 3
Corner columns with cantilever slabs 2
Edge beams without cantilever slabs 2
Interior beams 2
All other members not identified, including 1
Edge beams with cantilever slabs
Cantilever beams
One-way slabs
Two-way slabs
Members without provisions for continuous shear
transfer normal to their span

aIn lieu of the preceding values, KLL is permitted to be calculated.
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of the crane and the vertical impact, lateral, and longitudinal
forces induced by the moving crane.

4.9.2 Maximum Wheel Load. The maximum wheel loads
shall be the wheel loads produced by the weight of the
bridge, as applicable, plus the sum of the rated capacity and
the weight of the trolley with the trolley positioned on its runway
at the location where the resulting load effect is maximized.

4.9.3 Vertical Impact Force. The maximum wheel loads of the
crane determined in accordance with Section 4.9.2 shall be
increased by the percentages shown in the following text to
account for the effects of vertical impact or vibration:

Monorail cranes (powered) 25
Cab-operated or remotely operated bridge cranes
(powered)

25

Pendant-operated bridge cranes (powered) 10
Bridge cranes or monorail cranes with hand-geared
bridge, trolley, and hoist

0

4.9.4 Lateral Force. The lateral force on crane runway beams
with electrically powered trolleys shall be calculated as 20% of
the sum of the rated capacity of the crane and the weight of the
hoist and trolley. The lateral force shall be assumed to act
horizontally at the traction surface of a runway beam, in
either direction perpendicular to the beam, and shall be
distributed with due regard to the lateral stiffness of the
runway beam and supporting structure.

4.9.5 Longitudinal Force. The longitudinal force on crane
runway beams, except for bridge cranes with hand-geared
bridges, shall be calculated as 10% of the maximum wheel
loads of the crane. The longitudinal force shall be assumed to
act horizontally at the traction surface of a runway beam in either
direction parallel to the beam.

4.10 GARAGE LOADS

4.10.1 Passenger Vehicle Garages. Floors in garages or
portions of a building used for the storage of motor vehicles
shall be designed for the uniformly distributed live loads of
Table 4.3-1 or the following concentrated load: (1) for garages
restricted to passenger vehicles accommodating not more than
nine passengers, 3,000 lb (13.35 kN) acting on an area of 4.5 in.
by 4.5 in. (114 mm by 114 mm); and (2) for mechanical parking
structures without slab or deck that are used for storing passenger
vehicles only, 2,250 lb (10 kN) per wheel.

4.10.2 Truck and Bus Garages. Live loads in garages or
portions of a building used for the storage of trucks and buses
shall be in accordance with AASHTO LRFD Bridge Design
Specifications; however, provisions for fatigue and dynamic
load allowance therein are not required to be applied.

4.11 HELIPAD LOADS

4.11.1 General. The live loads shall not be reduced. The
labeling of helicopter capacity shall be as required by the
Authority Having Jurisdiction.

4.11.2 Concentrated Helicopter Loads. Two single
concentrated loads, 8 ft (2.44 m) apart, shall be applied on
the landing area (representing the helicopter’s two main
landing gear, whether skid type or wheeled type), each having
a magnitude of 0.75 times the maximum takeoff weight of the
helicopter and located to produce the maximum load effect on the
structural elements under consideration. The concentrated loads

shall be applied over an area of 8 in. by 8 in. (200 mm by
200 mm) and are not required to act concurrently with other
uniform or concentrated live loads.
A single concentrated load of 3,000 lb (13.35 kN) shall be

applied over an area of 4.5 in. by 4.5 in. (114 mm by 114 mm),
located so as to produce the maximum load effects on the
structural elements under consideration. The concentrated load
is not required to act concurrently with other uniform or concen-
trated live loads.

4.12 UNINHABITABLE ATTICS

4.12.1 Uninhabitable Attics without Storage. In residential
occupancies, uninhabitable attic areas without storage are those
where the maximum clear height between the joist and rafter is
less than 42 in. (1,067 mm) or where there are not two
or more adjacent trusses with web configurations capable of
accommodating an assumed rectangle 42 in. (1,067 mm) in
height by 24 in. (610 mm) in width, or greater, within the
plane of the trusses. The live load in Table 4.3-1 need not
be assumed to act concurrently with any other live load
requirement.

4.12.2 Uninhabitable Attics with Storage. In residential
occupancies, uninhabitable attic areas with storage are
those where the maximum clear height between the joist
and rafter is 42 in. (1,067 mm) or greater or where there are
two or more adjacent trusses with web configurations capable
of accommodating an assumed rectangle 42 in. (1,067 mm)
in height by 24 in. (610 mm) in width, or greater, within the
plane of the trusses. For attics constructed of trusses, the live
load in Table 4.3-1 need only be applied to those portions of
the bottom chords where both of the following conditions are
met:

i. The attic area is accessible from an opening not less than
20 in. (508 mm) in width by 30 in. (762 mm) in length that
is located where the clear height in the attic is a minimum of
30 in. (762 mm); and

ii. The slope of the truss bottom chord is no greater than 2
units vertical to 12 units horizontal (9.5% slope).

The remaining portions of the bottom chords shall be designed
for a uniformly distributed concurrent live load of not less than
10 lb∕ft2 (0.48 kN∕m2).

4.13 LIBRARY STACK ROOMS

The live loading for library stack rooms provided in Table 4.3-1
applies to stack room floors that support nonmobile, double-
faced library book stacks subject to the following limitations:

1. The nominal book stack unit height shall not exceed 90 in.
(2,290 mm);

2. The nominal shelf depth shall not exceed 12 in. (305 mm)
for each face;

3. Parallel rows of double-faced book stacks shall be sepa-
rated by aisles not less than 36 in. (914 mm) wide.

4.14 SEATING FOR ASSEMBLY USES

In addition to the vertical live loads provided in Table 4.3-1 for
reviewing stands, grandstands, and bleachers, and for stadiums
and arenas with fixed seats fastened to the floor, the design shall
include horizontal swaying forces applied to each row of the seats
as follows:
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1. 24 lb per linear ft (0.35 kN∕m) of seat applied in a direction
parallel to each row of seats and

2. 10 lb per linear ft (0.15 kN∕m) of seat applied in a direction
perpendicular to each row of seats.

The parallel and perpendicular horizontal swaying forces need
not be applied simultaneously.

4.15 SIDEWALKS, VEHICULAR DRIVEWAYS, AND
YARDS SUBJECT TO TRUCKING

4.15.1 Uniform Loads. Uniform loads, other than that
provided in Table 4.3-1, shall also be considered where
appropriate, in accordance with an approved method which
contains provisions for truck loadings.

4.15.2 Concentrated Loads. The concentrated wheel load
provided in Table 4.3-1 shall be applied on an area of 4.5 in.
by 4.5 in. (114 mm by 114 mm).

4.16 STAIR TREADS

The concentrated load on stair treads provided in Table 4.3-1 for
stair and exit ways, and for stairs in one- and two-family dwellings,
shall be applied on an area of 2 in. by 2 in. (50 mm by 50 mm)
and is to be applied nonconcurrently with the uniform load.

4.17 SOLAR PANEL LOADS

4.17.1 Roof Loads at Solar Panels. Roof structures that
support solar panel systems shall be designed to resist each of
the following conditions:

1. The uniform and concentrated roof live loads specified in
Table 4.3-1 with the solar panel system dead loads.

EXCEPTION: The roof live load need not be applied to the area
covered by solar panels where the clear space between the panels
and the roof surface is 24 in. (610 mm) or less.

2. The uniform and concentrated roof live loads specified in
Table 4.3-1 without the solar panel system present.

4.17.2 Load Combination. Roof systems that provide support
for solar panel systems shall be designed for the load
combinations specified in Chapter 2.

4.17.3 Open-Grid Roof Structures Supporting Solar
Panels. Structures with open-grid framing and no roof deck
or sheathing supporting solar panel systems shall be designed to
support the uniform and concentrated roof live loads specified in
Table 4.3-1, except that the uniform roof live load shall be
permitted to be reduced to 12 psf (0.57 kN∕m2).

4.18 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

This section lists the consensus standards and other documents
that shall be considered part of this standard to the extent
referenced in this chapter:

AASHTO LRFD Bridge Design Specifications, 7th Ed., Amer-
ican Association of State Highway and Transportation Officials,
2014, with 2015 interim revisions

Cited in: Section 4.5.3, Section 4.10.2
ASME A17, American National Standard Safety Code for

Elevators and Escalators, American Society of Mechanical
Engineers, 2013

Cited in: Section 4.6.2
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CHAPTER 5

FLOOD LOADS

5.1 GENERAL

The provisions of this section apply to buildings and other
structures located in areas prone to flooding as defined on a
flood hazard map.

5.2 DEFINITIONS

The following definitions apply to the provisions of this chapter:
APPROVED: Acceptable to the Authority Having Jurisdiction.
BASE FLOOD: The flood having a 1% chance of being

equaled or exceeded in any given year.
BASE FLOOD ELEVATION (BFE): The elevation of

flooding, including wave height, having a 1% chance of being
equaled or exceeded in any given year.

BREAKAWAYWALL: Any type of wall subject to flooding
that is not required to provide structural support to a building or
other structure and that is designed and constructed such that,
under base flood or lesser flood conditions, it will collapse in
such a way that (1) it allows the free passage of floodwaters, and
(2) it does not damage the structure or supporting foundation
system.

COASTAL A-ZONE: An area within a special flood hazard
area, landward of a V-Zone or landward of an open coast without
mapped V-Zones. To be classified as a Coastal A-Zone, the
principal source of flooding must be astronomical tides, storm
surges, seiches, or tsunamis, not riverine flooding, and the
potential for breaking wave heights greater than or equal to
1.5 ft (0.46 m) must exist during the base flood.

COASTAL HIGH HAZARD AREA (V-ZONE): An area
within a special flood hazard area, extending from offshore to the
inland limit of a primary frontal dune along an open coast, and
any other area that is subject to high-velocity wave action from
storms or seismic sources. This area is designated on flood
insurance rate maps (FIRMs) as V, VE, VO, or V1-30.

DESIGN FLOOD: The greater of the following two flood
events: (1) the base flood, affecting those areas identified as
special flood hazard areas on the community’s FIRM; or (2) the
flood corresponding to the area designated as a flood hazard area
on a community’s flood hazard map or otherwise legally
designated.

DESIGN FLOOD ELEVATION (DFE): The elevation of
the design flood, including wave height, relative to the datum
specified on a community’s flood hazard map.

FLOOD HAZARD AREA: The area subject to flooding
during the design flood.

FLOOD HAZARD MAP: The map delineating flood hazard
areas adopted by the Authority Having Jurisdiction.

FLOOD INSURANCE RATE MAP (FIRM): An official
map of a community on which the Federal Insurance and
Mitigation Administration has delineated both special flood

hazard areas and the risk premium zones applicable to the
community.

SPECIAL FLOOD HAZARD AREA (AREA OF
SPECIAL FLOOD HAZARD): The land in the floodplain
subject to a 1% or greater chance of flooding in any given year.
These areas are delineated on a community’s FIRM as A-Zones
(A, AE, A1-30, A99, AR, AO, or AH) or V-Zones (V, VE, VO,
or V1-30).

5.3 DESIGN REQUIREMENTS

5.3.1 Design Loads. Structural systems of buildings or other
structures shall be designed, constructed, connected, and
anchored to resist flotation, collapse, and permanent lateral
displacement due to action of flood loads associated with the
design flood (see Section 5.3.3) and other loads in accordance
with the load combinations of Chapter 2.

5.3.2 Erosion and Scour. The effects of erosion and scour shall
be included in the calculation of loads on buildings and other
structures in flood hazard areas.

5.3.3 Loads on Breakaway Walls. Walls and partitions
required by ASCE/SEI 24 to break away, including their
connections to the structure, shall be designed for the largest of
the following loads acting perpendicular to the plane of the wall:

1. the wind load specified in Chapter 26
2. the earthquake load specified in Chapter 12, and
3. 10 psf (0.48 kN=m2).

The loading at which breakaway walls are intended to collapse
shall not exceed 20 psf (0.96 kN=m2) unless the design meets the
following conditions:

1. Breakaway wall collapse is designed to result from a flood
load less than that which occurs during the base flood.

2. The supporting foundation and the elevated portion of the
building shall be designed against collapse, permanent
lateral displacement, and other structural damage due to
the effects of flood loads in combination with other loads as
specified in Chapter 2.

5.4 LOADS DURING FLOODING

5.4.1 Load Basis. In flood hazard areas, the structural design
shall be based on the design flood.

5.4.2 Hydrostatic Loads. Hydrostatic loads caused by a depth
of water to the level of the DFE shall be applied over all surfaces
involved, both above and below ground level, except that for
surfaces exposed to free water, the design depth shall be
increased by 1 ft (0.30 m).
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Reduced uplift and lateral loads on surfaces of enclosed spaces
below the DFE shall apply only if provision is made for entry and
exit of floodwater.

5.4.3 Hydrodynamic Loads. Dynamic effects of moving water
shall be determined by a detailed analysis utilizing basic concepts
of fluid mechanics.

EXCEPTION: Where water velocities do not exceed 10 ft=s
(3.05 m=s), dynamic effects of moving water shall be permitted
to be converted into equivalent hydrostatic loads by increasing
the DFE for design purposes by an equivalent surcharge depth,
dh, on the headwater side and above the ground level only, equal to

dh =
aV2

2g
(5.4-1)

where

V = average velocity of water in ft=s (m=s)
g = acceleration due to gravity, 32.2 ft=s2 (9.81 m=s2)
a = coefficient of drag or shape factor (not less than 1.25)

The equivalent surcharge depth shall be added to the DFE
design depth and the resultant hydrostatic pressures applied to,
and uniformly distributed across, the vertical projected area of the
building or structure that is perpendicular to the flow. Surfaces
parallel to the flow or surfaces wetted by the tailwater shall be
subject to the hydrostatic pressures for depths to the DFE only.

5.4.4 Wave Loads. Wave loads shall be determined by one of
the following three methods: (1) by using the analytical
procedures outlined in this section, (2) by more advanced
numerical modeling procedures, or (3) by laboratory test
procedures (physical modeling).
Wave loads are those loads that result from water waves

propagating over the water surface and striking a building or other
structure. Design and construction of buildings and other structures
subject to wave loads shall account for the following loads: waves
breaking on any portion of the building or structure; uplift forces
caused by shoaling waves beneath a building or structure, or portion
thereof; wave runup striking any portion of the building or structure;
wave-induced drag and inertia forces; and wave-induced scour at
the base of a building or structure, or its foundation. Wave loads
shall be included for both V-Zones and A-Zones. In V-Zones,
waves are 3 ft (0.91 m) high, or higher; in coastal floodplains
landward of the V-Zone, waves are less than 3 ft high (0.91 m).
Nonbreaking and broken wave loads shall be calculated using

the procedures described in Sections 5.4.2 and 5.4.3 that show
how to calculate hydrostatic and hydrodynamic loads.
Breaking wave loads shall be calculated using the procedures

described in Sections 5.4.4.1 through 5.4.4.4. Breaking wave
heights used in the procedures described in Sections 5.4.4.1
through 5.4.4.4 shall be calculated for V-Zones and Coastal
A-Zones using Eqs. 5.4-2 and 5.4-3.

Hb = 0.78ds (5.4-2)

where

Hb = breaking wave height in ft (m)
ds = local still water depth in ft (m)

The local still water depth shall be calculated using Eq. 5.4-3,
unless more advanced procedures or laboratory tests permitted by
this section are used.

ds = 0.65ðBFE − GÞ (5.4-3)

where

BFE = BFE in ft (m)
G = ground elevation in ft (m)

5.4.4.1 Breaking Wave Loads on Vertical Pilings and
Columns. The net force resulting from a breaking wave acting
on a rigid vertical pile or column shall be assumed to act at the still
water elevation and shall be calculated by the following:

FD = 0.5γwCDDH
2
b (5.4-4)

where

FD = net wave force, in lb (kN)
γw = unit weight of water, in lb per cubic ft (kN=m3), =

62.4 pcf (9.80 kN=m3) for freshwater and 64.0 pcf
(10.05 kN=m3) for saltwater

CD = coefficient of drag for breaking waves,= 1.75 for round
piles or columns and= 2.25 for square piles or columns

D = pile or column diameter, in ft (m) for circular sections, or
for a square pile or column, 1.4 times the width of the pile
or column in ft (m)

Hb = breaking wave height, in ft (m)

5.4.4.2 Breaking Wave Loads on Vertical Walls. Maximum
pressures and net forces resulting from a normally incident
breaking wave (depth limited in size, with Hb = 0.78ds) acting
on a rigid vertical wall shall be calculated by the following:

Pmax =Cpγwdsþ1.2γwds (5.4-5)

and

Ft = 1.1Cpγwd
2
sþ2.4γwd2s (5.4-6)

where

Pmax = maximum combined dynamic (Cpγwds) and static
(1.2γwds) wave pressures, also referred to as shock
pressures in lb=ft2 (kN=m2)

Ft = net breaking wave force per unit length of structure, also
referred to as shock, impulse, or wave impact force in
lb=ft (kN=m), acting near the still water elevation

Cp = dynamic pressure coefficient (1.6 < Cp < 3.5) (see
Table 5.4-1)

γw = unit weight of water, in lb per cubic ft (kN=m3),
= 62.4 pcf (9.80 kN=m3) for freshwater and 64.0 pcf
(10.05 kN=m3) for saltwater

ds = still water depth in ft (m) at base of building or other
structure where the wave breaks

This procedure assumes the vertical wall causes a reflected or
standing wave against the waterward side of the wall with the
crest of the wave at a height of 1.2ds above the still water level.

Table 5.4-1 Value of Dynamic Pressure Coefficient, Cp

Risk Categorya Cp

I 1.6
II 2.8
III 3.2
IV 3.5

aFor Risk Category, see Table 1.5-1.
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Thus, the dynamic static and total pressure distributions against
the wall are as shown in Fig. 5.4-1.

This procedure also assumes the space behind the vertical wall
is dry, with no fluid balancing the static component of the wave
force on the outside of the wall. If free water exists behind the
wall, a portion of the hydrostatic component of the wave pressure
and force disappears (see Fig. 5.4-2) and the net force shall be
computed by Eq. 5.4-7 (the maximum combined wave pressure
is still computed with Eq. 5.4-5).

Ft = 1.1Cpγwd
2
s þ 1.9γwd2s (5.4-7)

where

Ft = net breaking wave force per unit length of structure, also
referred to as shock, impulse, or wave impact force in lb=ft
(kN=m), acting near the still water elevation

Cp = dynamic pressure coefficient (1.6 < Cp < 3.5) (see Table
5.4-1)

γw = unit weight of water, in lb per cubic ft (kN=m3), =
62.4 pcf (9.80 kN=m3) for freshwater and 64.0 pcf
(10.05 kN=m3) for saltwater

ds = still water depth in ft (m) at base of building or other
structure where the wave breaks

5.4.4.3 BreakingWave Loads on NonverticalWalls. Breaking
wave forces given by Eqs. 5.4-6 and 5.4-7 shall be modified in
instances where the walls or surfaces upon which the breaking
waves act are nonvertical. The horizontal component of breaking
wave force shall be given by

Fnv =Ftsin 2α (5.4-8)

where

Fnv = horizontal component of breaking wave force in lb=ft
(kN=m)

Ft = net breaking wave force acting on a vertical surface in
lb=ft (kN=m)

α = vertical angle between nonvertical surface and the
horizontal

5.4.4.4 Breaking Wave Loads from Obliquely Incident
Waves. Breaking wave forces given by Eqs. 5.4-6 and 5.4-7
shall be modified in instances where waves are obliquely
incident. Breaking wave forces from nonnormally incident
waves shall be given by

Foi =Ftsin2α (5.4-9)

where

Foi = horizontal component of obliquely incident breaking wave
force in lb=ft (kN=m)

Ft = net breaking wave force (normally incident waves) acting
on a vertical surface in lb=ft (kN=m)

α = horizontal angle between the direction of wave approach
and the vertical surface

5.4.5 Impact Loads. Impact loads result from debris, ice, and
any object transported by floodwaters striking against buildings
and structures, or parts thereof. Impact loads shall be determined
using a rational approach as concentrated loads acting
horizontally at the most critical location at or below the DFE.

5.5 CONSENSUS STANDARDS AND OTHER
AFFILIATED CRITERIA

This section lists the consensus standards and other affiliated
criteria that shall be considered part of this standard to the extent
referenced in this chapter.

ASCE/SEI 24 Flood resistant design and construction,
ASCE, 2014.

Cited in: Section 5.3.3
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FIGURE 5.4-1 Normally Incident Breaking Wave Pressures
against a Vertical Wall (Space behind Vertical Wall Is Dry)
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FIGURE 5.4-2 Normally Incident Breaking Wave Pressures
against a Vertical Wall (Still Water Level Equal on Both

Sides of Wall)
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CHAPTER 6

TSUNAMI LOADS AND EFFECTS

6.1 GENERAL REQUIREMENTS

6.1.1 Scope. The following buildings and other structures located
within the Tsunami Design Zone shall be designed for the effects of
Maximum Considered Tsunami, including hydrostatic and hydro-
dynamic forces, waterborne debris accumulation and impact loads,
subsidence, and scour effects in accordance with this chapter:

a. Tsunami Risk Category IV buildings and structures;
b. Tsunami Risk Category III buildings and structures with

inundation depth greater than 3 ft (0.914 m) at any location
within the intended footprint of the structure, and

c. Where required by a state or locally adopted building code
statute to include design for tsunami effects, Tsunami Risk
Category II buildings with mean height above grade plane
greater than the height designated in the statute and having
inundation depth greater than 3 ft (0.914 m) at any location
within the intended footprint of the structure.

EXCEPTION: Tsunami Risk Category II single-story build-
ings of any height without mezzanines or any occupiable roof
level and not having any critical equipment or systems need not be
designed for the tsunami loads and effects specified in this chapter.

For the purposes of this chapter, Tsunami Risk Category shall
be as determined in accordance with Section 6.4.

Tsunami Design Zone shall be determined using the ASCE
Tsunami Design Geodatabase of geocoded reference points shown
in Fig. 6.1-1. The ASCE Tsunami Design Geodatabase of geocoded
reference points of Runup and associated Inundation Limits of the
Tsunami Design Zone is available at [http://asce7tsunami.online].

EXCEPTION: For coastal regions subject to tsunami inun-
dation and not covered by Fig. 6.1-1, Tsunami Design Zone,
inundation limits, and runup elevations shall be determined using
the site-specific procedures of Section 6.7, or for Tsunami Risk
Category II or III structures, determined in accordance with the
procedures of Section 6.5.1.1 using Fig. 6.7-1.

Designated nonstructural components and systems associated
with Tsunami Risk Category III Critical Facilities and Tsunami
Risk Category IV structures subject to this chapter shall be
located above, protected from, or otherwise designed for inun-
dation in accordance with Section 6.15 so that they are able to
provide their essential functions immediately following the
Maximum Considered Tsunami event.

User Note: The ASCE Tsunami Design Geodatabase of
geocoded reference points of Runup and associated Inundation
Limits of the Tsunami Design Zone is available at [http://
asce7tsunami.online]. Sea level rise has not been incorporated
into the Tsunami Design Zone maps, and any additive effect on
the inundation at the site should be explicitly evaluated.

6.2 DEFINITIONS

The following definitions apply only to the tsunami requirements
of this chapter. Also see Fig. 6.2-1 for an illustration of some
key terms.

ASCE TSUNAMI DESIGN GEODATABASE: The ASCE
database (version 2016-1.0) of geocoded reference points of
Offshore 328-ft (100-m) depth Tsunami Amplitude, HT , and
Predominant Period, TTSU, of the Maximum Considered
Tsunami, disaggregated hazard source contribution figures, prob-
abilistic subsidence, Runup Elevation and Inundation geocoded
reference points, and Tsunami Design Zone maps.

BATHYMETRIC PROFILE: A cross section showing
ocean depth plotted as a function of horizontal distance from
a reference point (such as a coastline).

CHANNELIZED SCOUR: Scour that results from broad
flow that is diverted to a focused area such as return flow in a
preexisting stream channel or alongside a seawall.

CLOSURE RATIO (OF INUNDATED PROJECTED
AREA): Ratio of the area of enclosure, not including glazing
and openings, that is inundated to the total projected vertical plane
area of the inundated enclosure surface exposed to flow pressure.

COLLAPSE PREVENTION STRUCTURAL PERFOR-
MANCE LEVEL: A postevent damage state in which a struc-
ture has damaged components and continues to support gravity
loads but retains little or no margin against collapse.

CRITICAL EQUIPMENT OR CRITICAL SYSTEMS:
Nonstructural components designated essential for the function-
ality of the critical facility or essential facility or that are
necessary to maintain safe containment of hazardous materials.

CRITICAL FACILITY: Buildings and structures that pro-
vide services that are designated by federal, state, local, or tribal
governments to be essential for the implementation of the
response and recovery management plan or for the continued
functioning of a community, such as facilities for power, fuel,
water, communications, public health, major transportation
infrastructure, and essential government operations. Critical
facilities comprise all public and private facilities deemed by
a community to be essential for the delivery of vital services,
protection of special populations, and the provision of other
services of importance for that community.

DEADWEIGHT TONNAGE (DWT): Deadweight Tonnage
(DWT) is a vessel’s Displacement Tonnage (DT) minus its
Lightship Weight (LWT). DWT is a classification used for the
carrying capacity of a vessel that is equal to the sum of the
weights of cargo, fuel, fresh water, ballast water, provisions,
passengers, and crew; it does not include the weight of the vessel
itself. Displacement Tonnage is the total weight of a fully loaded
vessel. Lightship Weight is the weight of the vessel without
cargo, crew, fuel, fresh water, ballast water, provisions, passen-
gers, or crew.
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FIGURE 6.1-1 Extent of ASCE Tsunami DesignGeodatabase1 of Geocoded Reference Points of Runup andAssociated Inundation Limits of
the Tsunami Design Zone2

1The ASCE Tsunami Design Geodatabase of geocoded reference points of Runup and associated Inundation Limits of the Tsunami Design Zone is available at
http://asce7tsunami.online.
2Sea level rise has not been incorporated into the Tsunami Design Zone maps, and any additive effect on the inundation at the site should be explicitly evaluated.
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DESIGN STRENGTH: Nominal strength multiplied by a
resistance factor, ϕ.

DESIGN TSUNAMI PARAMETERS: The tsunami para-
meters used for design, consisting of the inundation depths and
flow velocities at the stages of inflow and outflow most critical to
the structure and momentum flux.

DESIGNATED NONSTRUCTURAL COMPONENTS
AND SYSTEMS: Nonstructural components and systems that
are assigned a component Importance Factor, Ip, equal to 1.5 per
Section 13.1.3 of this standard.

DUCTILITY-GOVERNED ACTION: Any action on a
structural component characterized by postelastic force versus
deformation curve that has (1) sufficient ductility and (2) results
from an impulsive short-term force that is not sustained.

FORCE-SUSTAINED ACTIONS: Any action on a
structural component characterized by a sustained force or a
postelastic force versus deformation curve that is not ductility-
governed due to lack of sufficient ductility.

FROUDE NUMBER, Fr : A dimensionless number defined
by u∕

pðghÞ, where u is the flow velocity averaged over the
cross section perpendicular to the flow, which is used to quantify
the normalized tsunami flow velocity as a function of water depth.

GENERAL EROSION: A general wearing away and erosion
of the land surface over a significant portion of the inundation
area, excluding localized scour actions.

GRADE PLANE: A horizontal reference plane at the site
representing the average elevation of finished ground level
adjoining the structure at all exterior walls. Where the finished
ground level slopes away from the exterior walls, the grade plane
is established by the lowest points within the area between the
structure and the property line or, where the property line is more
than 6 ft (1.83 m) from the structure, between the structure and
points 6 ft (1.83 m) from the structure.

HAZARD-CONSISTENT TSUNAMI SCENARIO:One or
more surrogate tsunami scenarios generated from the principal
disaggregated seismic source regions that replicate the offshore
tsunami waveform characteristics of Fig. 6.7-1 and Table 6.7-1
for the site of interest, taking into account the net effect of the
probabilistic treatment of uncertainty into the offshore wave
amplitude of the scenario(s).

HYDRODYNAMIC LOADS: Loads imposed on an object
by water flowing against and around it.

HYDROSTATIC LOADS: Loads imposed on an object by a
standing mass of water.

IMMEDIATE OCCUPANCY STRUCTURAL PERFOR-
MANCE LEVEL: The postevent damage state in which a
structure remains safe to occupy.

IMPACT LOADS: Loads that result from debris or other
object transported by the design tsunami striking a structure or
portion thereof.

INUNDATION DEPTH: The depth of design tsunami water
level, including relative sea level change, with respect to the
grade plane at the structure.

INUNDATION ELEVATION: The elevation of the design
tsunami water surface, including relative sea level change, with
respect to vertical datum in North American Vertical Datum
(NAVD 88).

INUNDATION LIMIT: The maximum horizontal inland ex-
tent of flooding for the Maximum Considered Tsunami, where the
inundation depth above grade becomes zero; the horizontal distance
that is flooded, relative to the shoreline defined where the North
American Vertical Datum of 1988 (NAVD 88) elevation is zero.

LIFE SAFETY STRUCTURAL PERFORMANCE
LEVEL: The postevent damage state is that in which a structure
has damaged components but retains a margin against onset of
partial or total collapse.

LIQUEFACTION SCOUR: The limiting case of pore pres-
sure softening associated with hydrodynamic flow, where the
effective stress drops to zero. In noncohesive soils, the shear
stress required to initiate sediment transport also drops to zero
during liquefaction scour.

LOCAL COSEISMIC TSUNAMI: A tsunami preceded by
an earthquake with damaging effects felt within the subsequently
inundated area.

LOCAL SCOUR: Removal of material from a localized
portion of land surface, resulting from flow around, over, or
under a structure or structural element.

MAXIMUM CONSIDERED TSUNAMI: A probabilistic
tsunami having a 2% probability of being exceeded in a 50-year
period or a 2,475-year mean recurrence interval.

MOMENTUM FLUX: The quantity ρshu2 for a unit width
based on the depth-averaged flow speed u, over the inundation
depth h, for equivalent fluid density ρs, having the units of force
per unit width.

NEARSHORE PROFILE: Cross-sectional bathymetric pro-
file from the shoreline to a water depth of 328 ft (100 m).

NEARSHORE TSUNAMI AMPLITUDE: The Maximum
Considered Tsunami amplitude immediately off the coastline at
33 ft (10 m) of water depth.

NONBUILDING CRITICAL FACILITY STRUCTURE:
Nonbuilding structure whose Tsunami Risk Category is desig-
nated as either III or IV.

NONBUILDING STRUCTURE: A structure other than a
building.

FIGURE 6.2-1 Illustration of Key Definitions along a Flow Transect in a Tsunami Design Zone
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OFFSHORETSUNAMI AMPLITUDE:Maximum Consid-
ered Tsunami amplitude relative to the Reference Sea Level,
measured where the undisturbed water depth is 328 ft (100 m).
OFFSHORE TSUNAMI HEIGHT: Waveform vertical di-

mension of the Maximum Considered Tsunami from consecutive
trough to crest, measured where the undisturbed water depth is
328 ft (100 m), after removing the tidal variation.
OPEN STRUCTURE: A structure in which the portion

within the inundation depth has no greater than 20% closure
ratio, and in which the closure does not include any Tsunami
Breakaway Walls, and which does not have interior partitions or
contents that are prevented from passing through and exiting the
structure as unimpeded waterborne debris.
PILE SCOUR: A special case of enhanced local scour that

occurs at a pile, bridge pier, or similar slender structure.
PLUNGING SCOUR: A special case of enhanced local scour

that occurs when the flow passes over a complete or nearly
complete obstruction, such as a barrier wall, and drops steeply
onto the ground below, scouring out a depression.
PORE PRESSURE SOFTENING: A mechanism that

enhances scour through increased pore-water pressure generated
within the ground during rapid tsunami loading and the release of
that pressure during drawdown.
PRIMARY STRUCTURAL COMPONENT: Structural

components required to resist tsunami forces and actions and
inundated structural components of the gravity-load-carrying
system.
RECOGNIZED LITERATURE: Published research find-

ings and technical papers that are approved by the Authority
Having Jurisdiction.
REFERENCE SEA LEVEL: The sea level datum used in

site-specific inundation modeling that is typically taken to be
Mean High Water Level (MHWL).
RELATIVE SEA LEVEL CHANGE: The local change in

the level of the ocean relative to the land, which might be caused
by ocean rise and/or subsidence of the land.
RUNUP ELEVATION: Ground elevation at the maximum

tsunami inundation limit, including relative sea level change,
with respect to the North American Vertical Datum 1988 (NAVD
88) reference datum.
SECONDARY STRUCTURAL COMPONENT: A struc-

tural component that is not primary.
SHOALING: The increase in wave height and wave steep-

ness caused by the decrease in water depth as a wave travels into
shallower water.
SOLITON FISSION: Short-period waves generated on the

front edge of a tsunami waveform under conditions of shoaling
on a long and gentle seabed slope or having abrupt seabed
discontinuities, such as fringing reefs.
STRUCTURAL COMPONENT: A component of a build-

ing that provides gravity-load-carrying or lateral-force resistance
as part of a continuous load path to foundation, including beams,
columns, slabs, braces, walls, wall piers, coupling beams, and
connections.
STRUCTURAL WALL: A wall that provides gravity-load-

carrying support or one that is designed to provide lateral-force
resistance.
SURGE: Rapidly rising water level resulting in horizontal

flow inland.
SUSTAINED FLOW SCOUR: Enhanced local scour that

results from flow acceleration around a structure. The flow
acceleration and associated vortices increase the bottom shear
stress and scour out a localized depression.
TOE SCOUR: A special case of enhanced local scour that

occurs at the base of a seawall or similar structure on the side

directly exposed to the flow. Toe scour can occur whether or not
the structure is overtopped.
TOPOGRAPHIC TRANSECT: Profile of vertical elevation

data versus horizontal distance along a cross section of
the terrain, in which the orientation of the cross section is
perpendicular or at some specified orientation angle to the
shoreline.
TSUNAMI: A series of waves with variable long periods,

typically resulting from earthquake-induced uplift or subsidence
of the seafloor.
TSUNAMI AMPLITUDE: The absolute value of the differ-

ence between a particular peak or trough of the tsunami and the
undisturbed sea level at the time.
TSUNAMI BORE: A steep and turbulent broken wavefront

generated on the front edge of a long-period tsunami waveform
when shoaling over mild seabed slopes or abrupt seabed dis-
continuities such as fringing reefs, or in a river estuary, per
Section 6.6.4. Soliton fission in the Nearshore Profile can often
lead to the occurrence of tsunami bores.
TSUNAMI BORE HEIGHT: The height of a broken

tsunami surge above the water level in front of the bore or grade
elevation if the bore arrives on nominally dry land.
TSUNAMI BREAKAWAY WALL: Any type of wall

subject to flooding that is not required to provide structural
support to a building or other structure and that is designed
and constructed such that, before the development of the design
flow conditions of Inundation Load Case 1, as defined in
Section 6.8.3.1, the wall will collapse or detach in such a way
that (1) it allows substantially free passage of floodwaters and
external or internal waterborne debris, including unattached
building contents and (2) it does not damage the structure or
supporting foundation system.
TSUNAMI DESIGN ZONE: An area identified on the

Tsunami Design Zone Map between the shoreline and the
inundation limit, within which structures are analyzed
and designed for inundation by the Maximum Considered
Tsunami.
TSUNAMI DESIGN ZONE MAP: The map given in

Fig. 6.1-1 designating the potential horizontal inundation limit
of the Maximum Considered Tsunami, or a state or local
jurisdiction’s probabilistic map produced in accordance with
Section 6.7 of this chapter.
TSUNAMI EVACUATION MAP: An evacuation map

based on a tsunami inundation map based on assumed scenar-
ios that is developed and provided to a community by either
the applicable state agency or NOAA under the National
Tsunami Hazard Mitigation Program. Tsunami inundation
maps for evacuation may be significantly different in extent
than the Probabilistic Tsunami Design Zone, and Tsunami
Evacuation Maps are not intended for design or land use
purposes.
TSUNAMI-PRONE REGION: The coastal region in the

United States addressed by this chapter with quantified proba-
bility in the recognized literature of tsunami inundation hazard
with runup greater than 3 ft (0.914 m) caused by tsunamigenic
earthquakes in accordance with the Probabilistic Tsunami Hazard
Analysis method given in this chapter.
TSUNAMI RISK CATEGORY: The Risk Category from

Section 1.5, as modified for specific use related to this chapter per
Section 6.4.
TSUNAMI VERTICAL EVACUATION REFUGE

STRUCTURE: A structure designated and designed to serve
as a point of refuge to which a portion of the community’s
population can evacuate above a tsunami when high ground is
not available.
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6.3 SYMBOLS AND NOTATION

Abeam = vertical projected area of an individual beam element
Acol = vertical projected area of an individual column

element.
Ad = vertical projected area of obstructing debris accumu-

lated on structure
Awall = vertical projected area of an individual wall element
a1 = amplitude of the leading pulse (negative for a leading

depression Tsunami)
a2 = amplitude of the following, or second, pulse
b= width subject to force
B= overall building width

Cbs = force coefficient with breakaway slab
Ccx = proportion of closure coefficient
Cd = drag coefficient based on quasi-steady forces
Cdis = discharge coefficient for overtopping
Co = orientation coefficient (of debris)
c2V = plunging scour coefficient
D= dead load
Da = diameter of rock armor
dd = additional drop in grade to the base of wall on the side

of a seawall or freestanding retaining wall subject to
plunging scour

Ds = scour depth
DT= displacement Tonnage

DWT= deadweight Tonnage of vessel
E= earthquake load
Eg = hydraulic head in the Energy Grade Line Analysis

Emh = horizontal Seismic Load Effect, including over-
strength factor, defined in Section 12.4.3.1

Fd = drag force on an element or component
Fdx = drag force on the building or structure at each level
Fh = unbalanced hydrostatic lateral force
Fi = debris impact design force
Fni = nominal maximum instantaneous debris impact force
Fpw = hydrodynamic force on a perforated wall
Fr = froude number = u∕

pðghÞ
FTSU = Tsunami load or effect
f uw = equivalent uniform lateral force per unit width
Fv = buoyancy force
Fw = load on wall or pier
Fwθ = force on a wall oriented at an angle θ to the flow

g= acceleration caused by gravity
h= Tsunami inundation depth above grade plane at the

structure
HB = barrier height of a levee, seawall, or freestanding

retaining wall
he = inundated height of an individual element
hi = inundation depth at point i

hmax = maximum inundation depth above grade plane at the
structure

ho = offshore water depth
HO = depth to which a barrier is overtopped above the

barrier height
hr = residual water height within a building
hs = height of structural floor slab above grade plane at the

structure
hss = height of the bottom of the structural floor slab, taken

above grade plane at the structure
hsx = story height of story x
HT = offshore Tsunami Amplitude determined from

Fig. 6.7-1
HTSU = load caused by Tsunami-induced lateral earth pressure

under submerged conditions

I tsu = importance Factor for Tsunami forces to account for
additional uncertainty in estimated parameters

k= effective stiffness of the impacting debris or the lateral
stiffness of the impacted structural element

ks = fluid density factor to account for suspended soil and
other smaller flow-embedded objects that are not
considered in Section 6.11

L= live load
Lrefuge = public assembly live load effect in the Tsunami refuge

floor area
lw = length of a structural wall

LWT= lightship Weight of vessel
m= component demand modification factor accounting

for expected ductility, applied to the expected strength
of a ductility-governed element action, to obtain the
acceptable structural component capacity at a partic-
ular performance level when using a linear static
analysis procedure

mcontents = mass of contents in a shipping container
MCT= maximum Considered Tsunami

md = mass of debris object
n= Manning’s coefficient

Pu = uplift pressure on slab or building horizontal
element

Pur = reduced uplift pressure for slab with opening
q= discharge per unit width over an overtopped structure

QCE = expected strength of the structural element
QCS = specified strength of the structural element
QUD = ductility-governed force caused by gravity and Tsu-

nami loading
QUF = maximum force generated in the element caused by

gravity and Tsunami loading
R= mapped Tsunami runup elevation

Rmax = dynamic response ratio
Rs = net upward resistance from foundation elements
s= friction slope of the energy grade line
S= snow load
t= time
td = duration of debris impact

TDZ= Tsunami Design Zone
to = offset time of the wave train

TTSU = predominant wave period, or the time from the start of
the first pulse to the end of the second pulse

u= Tsunami flow velocity
U = jet velocity of plunging flow

umax = maximum Tsunami flow velocity at the structure
uv = vertical component of Tsunami flow velocity
Vw = displaced water volume
wg = width of opening gap in slab
Ws = weight of the structure
x= horizontal distance inland from NAVD 88 shoreline
xR = mapped inundation limit distance inland from NAVD

88 shoreline
z= ground elevation above NAVD 88 datum
α= froude number coefficient in the Energy Grade Line

Analysis
β= effective wake angle downstream of an obstructing

structure to the structure of interest
γs = minimum fluid weight density for design hydrostatic

loads
γsw = effective weight density of seawater
Δxi = incremental distance used in the Energy Grade Line

Analysis
ξ100 = surf similarity parameter using 328 ft (100 m) near-

shore wave characteristics
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η= free surface elevation as a function of time, t, used to
drive the offshore boundary condition at the 328-ft
(100-m) depth contour

θ= angle between the longitudinal axis of a wall and the
flow direction

ϕ= structural resistance factor
ρs = minimum fluid mass density for design hydrodynamic

loads
ρsw = effective mass density of seawater
φ= average slope of grade at the structure
φi = average slope of grade at point i
Φ= mean slope angle of the Nearshore Profile
ψ= angle between the plunging jet at the scour hole and

the horizontal
Ω= angular frequency of the waveform, equal to 2π∕T ,

where T is the wave period
ΩO = overstrength factor for the lateral-force-resisting

system given in Table 12.2-1.

6.4 TSUNAMI RISK CATEGORIES

For the purposes of this chapter, Tsunami Risk Categories for
buildings and other structures shall be the Risk Categories given
in Section 1.5 with the following modifications:

1. Federal, state, local, or tribal governments shall be permit-
ted to include Critical Facilities in Tsunami Risk Category
III, such as power-generating stations, water-treatment
facilities for potable water, wastewater-treatment facilities,
and other public utility facilities not included in Risk
Category IV.

2. The following structures need not be included in Tsunami
Risk Category IV, and state, local, or tribal governments
shall be permitted to designate them as Tsunami Risk
Category II or III:
a. Fire stations, ambulance facilities, and emergency ve-

hicle garages;
b. Earthquake or hurricane shelters;
c. Emergency aircraft hangars; and
d. Police stations that do not have holding cells and that

are not uniquely required for postdisaster emergency
response as a Critical Facility.

3. Tsunami Vertical Evacuation Refuge Structures shall be
included in Tsunami Risk Category IV.

6.5 ANALYSIS OF DESIGN INUNDATION DEPTH AND
FLOW VELOCITY

6.5.1 Tsunami Risk Category II and III Buildings and Other
Structures. The Maximum Considered Tsunami inundation
depth and tsunami flow velocity characteristics at a Tsunami
Risk Category II or III building or other structure shall be
determined by using the Energy Grade Line Analysis of
Section 6.6 using the inundation limit and runup elevation of
the Maximum Considered Tsunami given in Fig. 6.1-1.
The site-specific Probabilistic Tsunami Hazard Analysis

(PTHA) in Section 6.7 shall be permitted as an alternate to the
Energy Grade Line Analysis. Site-specific velocities determined
by PTHA shall be subject to the limitation in Section 6.7.6.8.

EXCEPTION: For Tsunami-Prone Regions not covered by
Fig. 6.1-1, the procedures of Section 6.5.1.1 shall apply to
Tsunami Risk Category II and III buildings and other structures.

6.5.1.1. Runup Evaluation for Areas Where No Map Values
Are Given. For Tsunami Risk Category II and III buildings and
other structures where no mapped inundation limit is shown

in Fig. 6.1-1, the ratio of tsunami runup elevation above Mean
High Water Level to Offshore Tsunami Amplitude, R∕HT , shall
be permitted to be determined using the surf similarity parameter
ξ100, according to Eqs. (6.5-2a, b, c, d, or e) and Fig. 6.5-1.
Surf similarity parameter, ξ100, for this application to tsunami

engineering shall be determined in accordance with Eq. (6.5-1).

ξ100 =
TTSU

cotΦ

ffiffiffiffiffiffiffiffiffiffiffi
g

2πHT

r
(6.5-1)

where Φ is the mean slope angle of the Nearshore Profile taken
from the 328-ft (100-m) water depth to the Mean High Water
elevation along the axis of the topographic transect for the site.
HT is the Offshore Tsunami Amplitude, and TTSU is the wave
period of the tsunami at 328-ft (100-m) water depth.HT and TTSU
are given in Fig. 6.7-1.

For ξ100 ≤ 0.6; R∕HT = 1.5 (6.5-2a)

For ξ100 > 0.6 and ξ100 ≤ 6;

R∕HT = 2.50½log10ðξ100Þ� þ 2.05
(6.5-2b)

For ξ100 > 6 and ξ100 ≤ 20; R∕HT = 4.0 (6.5-2c)

For ξ100 > 20 and ξ100 ≤ 100;

R∕HT = − 2.15½log10ðξ100Þ� þ 6.80
(6.5-2d)

For ξ100 > 100; R∕HT = 2.5 (6.5-2e)

EXCEPTION: These equations shall not be used where there
is an expectation of wave focusing such as at headlands, in
V-shaped bays, or where the on-land flow fields are expected to
vary significantly in the direction parallel to the shoreline because
of longshore variability of topography.

6.5.2 Tsunami Risk Category IV Buildings and Other
Structures. The Energy Grade Line Analysis of Section 6.6
shall be performed for Tsunami Risk Category IV buildings and
other structures, and the site-specific Probabilistic Tsunami
Hazard Analysis (PTHA) of Section 6.7 shall also be
performed. Site-specific velocities determined by site-specific
PTHA determined to be less than the Energy Grade Line
Analysis shall be subject to the limitation in Section 6.7.6.8.
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Surf Similarity Parameter, ξ100
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FIGURE 6.5-1. RunupRatioR∕HT , as a Function of theMean Slope
of the Surf Similarity Parameter ξ100, Where NoMapped Inundation

Limit Exists
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Site-specific velocities determined to be greater than the Energy
Grade Line Analysis shall be used.

EXCEPTION: For structures other than Tsunami Vertical
Evacuation Refuge Structures, a site-specific Probabilistic
Tsunami Hazard Analysis need not be performed where
the inundation depth resulting from the Energy Grade Line
Analysis is determined to be less than 12 ft (3.66 m) at any point
within the location of the Tsunami Risk Category IV structure.

6.5.3 Sea Level Change. The direct physical effects of
potential relative sea level change shall be considered in
determining the maximum inundation depth during the project
lifecycle. A project lifecycle of not less than 50 years shall be
used. The minimum rate of potential relative sea level change
shall be the historically recorded sea level change rate for the site.
The potential increase in relative sea level during the project
lifecycle of the structure shall be added to the Reference Sea
Level and to the tsunami runup elevation.

6.6 INUNDATION DEPTHS AND FLOW VELOCITIES
BASED ON RUNUP

6.6.1 Maximum Inundation Depth and Flow Velocities
Based on Runup. The maximum inundation depths and flow
velocities associated with the stages of tsunami flooding shall be
determined in accordance with Section 6.6.2. Calculated flow
velocity shall not be taken as less than 10 ft∕s (3.0 m∕s) and
need not be taken as greater than the lesser of 1.5ðghmaxÞ1∕2 and
50 ft∕s (15.2 m∕s).

Where the maximum topographic elevation along the topo-
graphic transect between the shoreline and the inundation limit is
greater than the runup elevation, one of the following methods
shall be used:

1. The site-specific procedure of Section 6.7.6 shall be used to
determine inundation depth and flow velocities at the site,
subject to the above range of calculated velocities.

2. For determination of the inundation depth and flow veloci-
ty at the site, the procedure of Section 6.6.2, Energy Grade
Line Analysis, shall be used, assuming a runup elevation
and horizontal inundation limit that has at least 100% of the
maximum topographic elevation along the topographic
transect.

6.6.2 Energy Grade Line Analysis of Maximum Inundation
Depths and Flow Velocities. The maximum velocity and
maximum inundation depth along the ground elevation profile

up to the inundation limit shall be determined using the Energy
Grade Line Analysis. The orientations of the topographic transect
profiles used shall be determined considering the requirements of
Section 6.8.6.1. The ground elevation along the transect, zi, shall
be represented as a series of linear sloped segments each with a
Manning’s coefficient consistent with the equivalent terrain
macroroughness friction of that terrain segment. The Energy
Grade Line Analysis shall be performed incrementally in
accordance with Eq. (6.6-1) across the topographic transect in
a stepwise procedure. Eq. (6.6-1) shall be applied across the
topographic transect from the runup where the hydraulic head at
the inundation limit, xR, is zero, and the water elevation is equal
to the runup, R, by calculating the change in hydraulic head at
each increment of terrain segment toward the shoreline until the
site of interest is reached, as shown in Fig. 6.6-1.

Eg;i =Eg;i−1 þ ðφi þ siÞΔxi (6.6-1)

where

Eg;i = Hydraulic head at point i= hi þ u2i ∕2g= hið1þ 0.5F2
riÞ;

hi = Inundation depth at point i;
ui =Maximum flow velocity at point i;
φi = Average ground slope between points i and i − 1;
Fri = Froude number = u∕ðghÞ1∕2 at point i;
Δxi = xi−1 − xi, the increment of horizontal distance, which shall

not be coarser than 100 ft (30.5 m) spacing;
xi = Horizontal distance inland from NAVD 88 shoreline at

point i; and
si = Friction slope of the energy grade line between points i and

i − 1, is calculated per Eq. (6.6-2).

si = ðuiÞ2∕ðð1.49∕nÞ2h4∕3i Þ= gF2
ri∕ðð1.49∕nÞ2h1∕3i Þ (6.6-2)

si = ðuiÞ2∕ðð1.00∕nÞ2h4∕3i Þ= gF2
ri∕ðð1.00∕nÞ2h1∕3i Þ (6.6-2.si)

where

n =Manning’s coefficient of the terrain segment being ana-
lyzed, according to Table 6.6-1, and

ER = Hydraulic head of zero at the point of runup

Velocity shall be determined as a function of inundation depth,
in accordance with the prescribed value of the Froude number
calculated according to Eq. (6.6-3).

Fr = α
�
1 −

x

xR

�
0.5

(6.6-3)

Note: R = Design tsunami runup elevation above NAVD 88 datum; xR = Design inundation distance inland from NAVD 88 shoreline; and zi = Ground elevation above
NAVD 88 datum at point i .

FIGURE 6.6-1 Energy Method for Overland Tsunami Inundation Depth and Velocity
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where a value of the Froude number coefficient, α, of 1.0 shall be
used. Where tsunami bores are required to be considered per
Section 6.6.4, the tsunami bore conditions specified in Sec-
tions 6.10.2.3 and 6.10.3.3 shall be applied using the values of
he and ðheu2Þbore evaluated with α= 1.3.

6.6.3 Terrain Roughness. It shall be permitted to perform
inundation analysis assuming bare-earth conditions with
equivalent macroroughness. Bed roughness shall be prescribed
using the Manning’s coefficient n. It shall be permitted to use the
values listed in Table 6.6-1 or other values based on terrain
analysis in the recognized literature or as specifically validated
for the inundation model used.

6.6.4 Tsunami Bores. Tsunami bores shall be considered
where any of the following conditions exist:

1. The prevailing nearshore bathymetric slope is 1∕100 or
milder,

2. Shallow fringing reefs or other similar step discontinuities
in nearshore bathymetric slope occur,

3. Where historically documented,
4. As described in the recognized literature, or
5. As determined by a site-specific inundation analysis.

Where tsunami bores are deemed to occur, the tsunami bore
conditions specified in Sections 6.10.2.3 and 6.10.3.3 shall be
applied.

6.6.5 Amplified Flow Velocities. Flow velocities determined in
this section shall be adjusted for flow amplification in accordance
with Section 6.8.5 as applicable. The adjusted value need not
exceed the maximum limit specified in Section 6.6.1.

6.7 INUNDATION DEPTHS AND FLOW VELOCITIES
BASED ON SITE-SPECIFIC PROBABILISTIC
TSUNAMI HAZARD ANALYSIS

When required by Section 6.5, the inundation depths and flow
velocities shall be determined by site-specific inundation
studies complying with the requirements of this section.
Site-specific analyses shall use the ASCE Tsunami Design
Geodatabase of geocoded reference points of Offshore Tsuna-
mi Amplitude and dominant waveform period shown in
Fig. 6.7-1 as input to an inundation numerical model or shall
use an integrated generation, propagation, and inundation
model that replicates the given offshore tsunami waveform
amplitude and period from the seismic sources given in
Section 6.7.1. The ASCE Tsunami Design Geodatabase of
geocoded reference points of Offshore 328-ft (100-m) depth,
Tsunami Amplitude, HT , and Predominant Period, TTSU,
of the Maximum Considered Tsunami is available at
http://asce7tsunami.online.

6.7.1 Tsunami Waveform. The tsunami waveform used along
the offshore boundary of 328 ft (100 m) bathymetry shall be

constructed in accordance with Eq. (6.7-1), as illustrated in
Fig. 6.7-2.

η= a1e
−½ωðt−toÞ�2 þ a2e

−½ωðt−TTSU
2 −toÞ�2 (6.7-1)

where the total wave height of the waveform is =
absða1Þ þ absða2Þ, and

η = the free surface elevation (in ft or m) as a function of time,
t, used to drive the offshore boundary condition at the
328-ft (100-m) depth contour;

a1 = the amplitude of the leading pulse (in ft or m); it shall be
negative for a leading depression tsunami;

a2 = the amplitude of the following, or second, pulse (in ft or m);
TTSU = wave period, or the time from the start of the first pulse to

the end of the second pulse;
ω = angular frequency of the waveform, equal to 2π∕TTSU;

and
to = offset time of the wave train, generally set equal to TTSU

The possibility of negative and positive leading amplitudes of
the tsunami shall be considered, with the waveform given by
Eq. (6.7-1) using the values of parameters given by the ASCE
Tsunami Design Geodatabase of geocoded reference points
shown in Fig. 6.7-1. For an inundation numerical model, the
values given in Table 6.7-1 shall also be used to define at least
two possible waveforms using the minimum and maximum
prescribed values of a2. An integrated generation, propagation,
and inundation model that replicates the given offshore tsunami
waveform amplitude and period from the seismic sources need
not use the values given in Table 6.7-1.

6.7.2 Tsunamigenic Sources. Tsunami sources shall consider
the following to the extent that probabilistic hazards are
documented in the recognized literature:

1. Local and distant subduction zone sources: It shall be
permitted to use a system of delineated and discretized
subduction zones in the Pacific basin comprised of systems
of rectangular subfaults and their corresponding tectonic
parameters.
a. Principal seismic sources shall include but are not

restricted to Alaska: Alaska-Aleutian, Kamchatka-
Kurile; California: Alaska-Aleutian, Cascadia, Kam-
chatka-Kuril, Chile-Peru; Hawaii: Alaska-Aleutian,
Chile-Peru, Kamchatka-Kuril, Japan, Izu-Bonin-
Mariana Islands; and Oregon and Washington: Casca-
dia, Alaska, Kamchatka-Kuril.

b. The maximum moment magnitude considered in the
probability distribution of seismicity shall include the
values given in Table 6.7-2.

2. Local, nonsubduction zone seismic fault sources capa-
ble of moment magnitude of 7 or greater, including
offshore and/or submarine fault sources that are
tsunamigenic.

3. Local coastal and submarine landslide sources documented
in the recognized literature as being tsunamigenic of
similar runup, as determined by historical evidence or
having estimated probabilities within an order of magni-
tude of the principal seismic fault sources.

6.7.3 Earthquake Rupture Unit Source Tsunami Functions
for Offshore Tsunami Amplitude. The tsunami modeling
algorithm shall be based on earthquake rupture slip
distributions for tsunami events, which shall be permitted to
be represented by a linear combination of unit source functions

Table 6.6-1 Manning’s Roughness, n, for Energy
Grade Line Analysis

Description of Frictional Surface n

Coastal water nearshore bottom friction 0.025 to 0.03
Open land or field 0.025
All other cases 0.03
Buildings of at least urban density 0.04
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FIGURE 6.7-1 Extent of ASCE Tsunami Design Geodatabase of Geocoded Reference Points of Offshore (328-ft (100-m)) Depth, Tsunami
Amplitude, HT , and Predominant Period, T TSU, of the Maximum Considered Tsunami (Continues )

Note: The ASCE Tsunami Design Geodatabase of geocoded points of Offshore (328-ft (100-m)) depth, Tsunami Amplitude, HT , and Predominant Period,
TTSU, of the Maximum Considered Tsunami is available at http://asce7tsunami.online.
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FIGURE 6.7-1 (Continued)
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using a precomputed database of tsunami Green’s source
functions.

1. Tsunami waveform generation shall be permitted to be
modeled by deconstructing a tsunami that is generated by
an earthquake into a sum of individual tsunami waveforms
composed from a scaled set of unit source subfaults that
describe the earthquake rupture in terms of location, ori-
entation, and rupture direction and sequence.

2. The waveforms defining the time series of wave height and
velocity from a unit slip on each subfault shall be weighted
by the actual slip or rupture distribution for the event and
then summed linearly.

3. The algorithm shall account for coseismic vertical
displacement.

6.7.4 Treatment of Modeling and Natural Uncertainties. A
statistically weighted logic tree approach shall be used to account
for epistemic uncertainties in the model parameters and shall
provide a sample of tsunamigenic earthquakes and their
occurrence probabilities from tectonic, geodetic, historical, and
paleotsunami data, and estimated plate convergence rates, as
follows:

1. Subdivide the occurrence probability systematically to
account for variations in the parameters of magnitude,
fault depth and geometry, and location, slip distribution,

and rupture extent of events consistent with maximum
magnitudes, and tidal variation considering at least the
Reference Sea Level.

2. To the extent practical and quantifiable, follow a similar
logic tree approach to determine samples of tsunami
sources such as nonsubduction zone earthquakes, land-
slides, and volcanic eruptions.

Aleatory uncertainties, such as the natural variability in the
source processes, modeling uncertainties, and tidal variation as
they relate to nearshore processes and wave runup, shall be
included in the probabilistic analysis. When accounting for long
wave durations with multiple maxima in the tsunami time series,
it shall be permitted to consider tidal variability by selecting a
rational tidal elevation independently from a probabilistic distri-
bution of tide stages for each wave maximum. Truncation of
aleatory distributions shall be chosen at an appropriate level for
the return period but shall not be less than one standard deviation
based on a regression analysis of computed versus observed data
of Section 6.7.6.7.2.

6.7.5 Offshore Tsunami Amplitude. The probabilistic analysis
shall be performed either by direct computation according to
Section 6.7.5.2 or by performing a Probabilistic Tsunami
Hazard Analysis for a region of interest to produce site-specific
Offshore Tsunami Amplitude hazard maps and predominant wave
period at 328-ft (100-m) depth in accordance with the following:

Table 6.7-1 Regional Waveform Parameters

Region a1 a2
a T TSU

b

Washington 1.0HT −0.61 to −0.82HT 30 to 40 minutes
Oregon 1.0HT −0.55 to −0.67HT 30 to 45 minutes
Northern California 1.0HT −0.55 to −0.67HT 25 to 35 minutes
Southern California 1.0HT −0.43 to −0.67HT 25 to 35 minutes
Alaska 1.0HT −0.55 to −0.82HT 20 to 40 minutes
Hawaii 1.0HT −0.67 to −1.0HT 25 to 30 minutes

aFor a leading depression waveform, the trough of amplitude a2 shall precede
the crest of amplitude a1.bThe value of TTSU shall be used if no mapped value is given in Fig. 6.7-1.

Table 6.7-2 Maximum Moment Magnitude

Subduction Zone Moment Magnitude Mwmax

Alaska-Aleutian 9.5
Cascadia 9.2
Chile-Peru 9.5
Izu-Bonin-Marianas 9.0
Kamchatka-Kurile and Japan Trench 9.4

FIGURE 6.7-2 Illustration of Tsunami Offshore Incident Waveform Parameters at 328-ft (100-m) Depth
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1. A Digital Elevation Model (DEM) from global, regional,
and coastal data sets shall be used to cover the computa-
tional domain from the tsunami sources to the site. The
bathymetry grid of the ocean shall have a DEM resolution
finer than 4.35 mi (7,000 m), and the offshore model
regime with depth greater than 656 ft (200 m) shall have
a DEM resolution finer than 3,281 ft (1,000 m).

2. The Earth surface deformation shall be determined from
the seismic source parameters using a planar fault model
accounting for vertical changes to the seafloor.

6.7.5.1 Offshore Tsunami Amplitude for Distant Seismic
Sources. Offshore Tsunami Amplitude shall be probabi-
listically determined in accordance with the following:

1. A weighted combination of tsunami waveforms determined
for each unit fault segment in accordance with the slip
distribution shall be used to propagate tsunamis in deep
water using the linear long wave equations, also termed the
shallow water wave equations, where water depth is much
less than the wavelength, to take into account spatial
variations in seafloor depth.

2. The offshore wave amplitude distribution and associated
wave parameters, including period, shall be determined for
the design exceedance rate of the 2,475-year Maximum
Considered Tsunami taking into consideration uncertain-
ties per Section 6.7.4.

3. The analysis shall include the disaggregation of the seismic
sources and associated moment magnitudes that together
contribute at least 90% to the net offshore tsunami hazard at
the site under consideration.

4. The value of offshore tsunami wave amplitude shall be not
less than 80% of the value given by Fig. 6.7-1 for the
Maximum Considered Tsunami offshore amplitude.

6.7.5.2 Direct Computation of Probabilistic Inundation and
Runup. It shall be permitted to compute probabilistic inundation
and runup directly from a probabilistic set of sources, source
characterizations, and uncertainties consistent with Section 6.7.2,
Section 6.7.4, and the computing conditions set out in
Section 6.7.6. The offshore wave amplitudes computed shall not
be lower than 80% of the wave amplitudes given in Fig. 6.7-1.

6.7.6 Procedures for Determining Tsunami Inundation
and Runup.

6.7.6.1 Representative Design Inundation Parameters. Each
disaggregated tsunami event shall be analyzed to determine
representative design parameters consisting of maxima of
runup, inundation depth, flow velocity, and momentum flux.

6.7.6.2 Seismic Subsidence before Tsunami Arrival. Where
the seismic source is a local subduction event, the Maximum
Considered Tsunami inundation shall be determined for an overall
elevation subsidence value shown in Fig. 6.7-3(a) and 6.7-3(b) or
shall be directly computed for the seismic source mechanism. The
GIS digital map layers of subsidence are available in the ASCE
Tsunami Design Geodatabase at http://asce7tsunami.online.

6.7.6.3 Model Macroroughness Parameter. It shall be
permitted to perform inundation mapping under bare-earth
conditions with macroroughness. Bed roughness shall be
permitted to be prescribed using the Manning’s coefficient n.
Unless otherwise determined for the site, a default value of 0.025
or 0.030 shall be used for the ocean bottom and on land. Use of
other values based on terrain analysis shall be justified in the

recognized literature or shall be specifically validated for the
inundation model for field benchmarks of historical tsunami.
Where values other than the defaults are used, the effects of
degradation of roughness because of damaging flow characteristics
shall be considered in the choice of Manning coefficient.

6.7.6.4 Nonlinear Modeling of Inundation. Nonlinear shallow
water wave equations or equivalent modeling techniques shall be
used to transform the offshore wave amplitude from 328-ft (100-
m) depth toward the shore to its nearshore tsunami amplitude and
maximum inundation. The following effects shall be included as
applicable to the bathymetry:

1. Shoaling, refraction, and diffraction to determine nearshore
tsunami amplitude;

2. Dispersion effects in the case of short-wavelength sources,
such as landslides and volcanic sources;

3. Reflected waves;
4. Channeling in bays;
5. Edge waves, and shelf and bay resonances;
6. Bore formation and propagation; and
7. Harbor and port breakwaters and levees.

6.7.6.5 Model Spatial Resolution. A Digital Elevation Model
(DEM) for the nearshore bathymetry depth of less than 656 ft
(200 m) shall have a resolution not coarser than 295 ft (90 m). At
bathymetric depths of less than 32.8 ft (10 m) and on land, the
DEM shall have a resolution not coarser than the highest resolution
available from the Tsunami Inundation Digital ElevationModels of
the NOAA National Geophysical Data Center (NGDC). If a nested
grid approach is used, the reduction in grid-spacing between
consecutive grids shall not be more than a factor of 5. Where
the NOAA NGDC models are not available, use of the best
available USGS integrated Digital Elevation Model data shall be
permitted when approved by the Authority Having Jurisdiction.

6.7.6.6 Built Environment. If buildings and other structures
are included for the purposes of more detailed flow analysis, the
Digital Elevation Model resolution shall have a minimum
resolution of 10 ft (3.0 m) to capture flow deceleration and
acceleration in the built environment.

6.7.6.7 Inundation Model Validation

6.7.6.7.1 Historical or Paleotsunami Inundation Data. Model
scenario results shall be validated with available historical and/or
paleotsunami records.

6.7.6.7.2 Model Validation by Benchmark Tests. The inunda-
tion model shall be validated using the certification criteria of the
National Tsunami Hazard Mitigation Program (NTHMP) within
10% by providing satisfactory performance in a series of bench-
mark tests of known data sets designated by the Tsunami Model
Validation Advisory Group in NOAA Technical Memorandum
OAR PMEL-135, Standards, Criteria, and Procedures for NOAA
Evaluation of Tsunami Numerical Models, as modified by the
NTHMP.

6.7.6.7.3 Tsunami Bore Formation or Soliton Fission. In
regions where bore formation may occur, the model shall be
validated with an independent scenario in the recognized literature,
and acceptability shall be determined using modeled runup.

6.7.6.8 Determining Site-Specific Inundation Flow
Parameters. Inundation parameters for the scenarios from
each disaggregated source region shall be determined.
Probabilistic flow parameters shall be developed for the site
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Note: The GIS digital map layers of subsidence are available from the ASCE Tsunami Design Geodatabase at http://asce7tsunami.online.

FIGURE 6.7-3 Earthquake-Induced Regional Ground Subsidence (in feet) associated with a Maximum Considered Tsunami Caused
by a Local Subduction Earthquake
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from the sample of computed tsunamis and their occurrence
probabilities. Each tsunami event shall be analyzed to determine
representative parameters such as maximum runup, inundation
depth, flow velocity, and/or specific momentum flux by either of
the following techniques:

1. Taking the weighted average of the scenario runs that
bracket the offshore wave amplitude for the return period
to determine hazard-consistent tsunami scenarios. The
inundation limit shall be determined by the area that is
inundated by the hazard-consistent tsunami scenario waves
from the disaggregated principal seismic source zones
affecting that site corresponding to the Maximum Consid-
ered Tsunami return period.

2. Determining the probabilistic distributions of flow parameters
from the sample of computed tsunamis and their occurrence
probabilities and reconstructing statistical distributions of
flow parameters of inundation depth, velocity, and specific
momentum flux at the site from the computed scenarios for at
least three Load Cases, as indicated in Section 6.8.10.

In urban environments, the resulting flow velocities at a given
structure location shall not be reduced from 90% of those
determined in accordance with Section 6.6 before any velocity
adjustments caused by flow amplification. For other terrain
roughness conditions, the resulting flow velocities at a given
structure location shall not be taken as less than 75% of those
determined in accordance with Section 6.6 before any velocity
adjustments caused by flow amplification.

6.7.6.9 Tsunami Design Parameters for Flow over
Land. The flow parameters of inundation depth, flow
velocity, and/or specific momentum flux at the site of interest
shall be captured from a time history inundation analysis. Tsunami
inundation depth and velocity shall be evaluated for the site at the
stages of inundation defined by the Load Cases in Section 6.8.3.1.
If the maximummomentum flux is found to occur at an inundation
depth different than Load Case 2, the flow conditions correspond-
ing to the maximum momentum flux shall be considered in
addition to the Load Cases defined in Section 6.8.3.1.

6.8 STRUCTURAL DESIGN PROCEDURES FOR
TSUNAMI EFFECTS

Structures, components, and foundations shall conform to the
requirements of this section when subjected to the loads and
effects of the Maximum Considered Tsunami.

6.8.1 Performance of Tsunami Risk Category II and III
Buildings and Other Structures. Structural components,
connections, and foundations of Risk Category II buildings and
Risk Category III buildings and other structures shall be designed to
meet Collapse Prevention Structural Performance criteria or better.

6.8.2 Performance of Tsunami Risk Category III Critical
Facilities and Tsunami Risk Category IV Buildings and
Other Structures. Tsunami Risk Category III Critical
Facilities and Tsunami Risk Category IV buildings and other
structures located within the Tsunami Design Zone shall be
designed in accordance with the following requirements.

1. The operational nonstructural components and equipment
of the building necessary for essential functions and the
elevation of the bottom of the lowest horizontal structural
member at the level supporting such components and
equipment shall be above the inundation elevation of the
Maximum Considered Tsunami.

2. Structural components and connections in occupiable
levels and foundations shall be designed in accordance
with Immediate Occupancy Structural Performance crite-
ria. Occupiable levels shall be permitted where the eleva-
tion equals or exceeds the Maximum Considered Tsunami
inundation elevation.

3. Tsunami Vertical Evacuation Refuge Structures shall also
comply with Section 6.14.

6.8.3 Structural Performance Evaluation. Strength and
stability shall be evaluated to determine that the design of the
structure is capable of resisting the tsunami at the Load Cases
defined in Section 6.8.3.1. The structural acceptance criteria for
this evaluation shall be in accordance with either Section 6.8.3.4
or 6.8.3.5.

6.8.3.1 Load Cases. As a minimum, the following three
Inundation Load Cases shall be evaluated:

1. Load Case 1: At an exterior inundation depth not ex-
ceeding the maximum inundation depth nor the lesser of
one story or the height of the top of the first-story
windows, the minimum condition of combined hydro-
dynamic force with buoyant force shall be evaluated with
respect to the depth of water in the interior. The interior
water depth shall be evaluated in accordance with
Section 6.9.1.

EXCEPTION: Load Case 1 need not be applied to
Open Structures nor to structures where the soil proper-
ties or foundation and structural design prevent detri-
mental hydrostatic pressurization on the underside of the
foundation and lowest structural slab.

2. Load Case 2: Depth at two-thirds of maximum inundation
depth when the maximum velocity and maximum specific
momentum flux shall be assumed to occur in either incom-
ing or receding directions.

3. Load Case 3: Maximum inundation depth when velocity
shall be assumed at one-third of maximum in either
incoming or receding directions.

The inundation depths and velocities defined for Load Cases 2
and 3 shall be determined by Fig. 6.8-1, unless a site-specific
tsunami analysis is performed in accordance with Section 6.7.

6.8.3.2 Tsunami Importance Factors. The Tsunami
Importance Factors, I tsu, given in Table 6.8-1 shall be applied
to the tsunami hydrodynamic and impact loads in Sections 6.10
and 6.11, respectively.

6.8.3.3 Load Combinations. Principal tsunami forces and
effects shall be combined with other specified loads in
accordance with the load combinations of Eq. (6.8-1):

0.9Dþ FTSU þ HTSU (6.8-1a)

1.2Dþ FTSU þ 0.5Lþ 0.2Sþ HTSU (6.8-1b)

where

FTSU = tsunami load effect for incoming and receding directions
of flow, and

HTSU = load caused by tsunami-induced lateral foundation pres-
sures developed under submerged conditions. Where the
net effect of HTSU counteracts the principal load effect,
the load factor for HTSU shall be 0.9
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6.8.3.4 Lateral-Force-Resisting System Acceptance
Criteria. To evaluate the capacity of the structural system at
the Life Safety Structural Performance Level to resist the lateral
force effects of the design tsunami event for Seismic Design
Category D, E, or F, it is permitted to use the value of 0.75 times
the required Horizontal Seismic Load Effect, Emh, which
includes the system’s overstrength factor, Ω0, as defined in
Chapter 12 of this standard. For Immediate Occupancy
Structural Performance objectives, the lateral-force-resisting
system shall be explicitly analyzed and evaluated.

6.8.3.5 Structural Component Acceptance Criteria. Structural
components shall be designed for the forces that result from the
overall tsunami forces on the structural system combined with

any resultant actions caused by the tsunami pressures acting
locally on the individual structural components for that
direction of flow. Acceptance criteria of structural components
shall be in accordance with Section 6.8.3.5.1, or in accordance
with alternative procedures of 6.8.3.5.2 or 6.8.3.5.3, as applicable.

6.8.3.5.1 Acceptability Criteria by Component Design Strength.
Internal forces and system displacements shall be determined
using a linearly elastic, static analysis. The structural perfor-
mance criteria required in Section 6.8.1, Section 6.8.2, and
Section 6.8.3, as applicable, shall be deemed to comply if the
design strength of the structural components and connections are
shown to be greater than the Maximum Considered Tsunami
loads and effects computed in accordance with the load combi-
nations of Section 6.8.3.3. Material resistance factors, ϕ, shall be
used as prescribed in the material-specific standards for the
component and behavior under consideration.

6.8.3.5.2 Alternative Performance-Based Criteria

6.8.3.5.2.1 Alternative Analysis Procedures. It shall be permit-
ted to use either a linear or nonlinear static analysis procedure. In
a linear static analysis procedure, buildings and structures shall
be modeled using an equivalent effective stiffness consistent with
the secant value at or near the yield point. For a nonlinear static
analysis procedure, a mathematical model directly incorporating
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FIGURE 6.8-1 Inundation Load Cases 2 and 3

Table 6.8-1 Tsunami Importance Factors for Hydrodynamic and
Impact Loads

Tsunami Risk Category I tsu

II 1.0
III 1.25
Tsunami Risk Category IV, Vertical Evacuation Refuges,
and Tsunami Risk Category III Critical Facilities

1.25
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the nonlinear load-deformation characteristics of individual com-
ponents of the structure shall be subjected to monotonically
increasing loads until the required tsunami forces and applied
actions are reached. For nonlinear static analysis procedures,
expected deformation capacities shall be greater than or equal to
the maximum deformation demands calculated at the required
tsunami forces and applied actions. For debris impacts, it shall be
permitted to use a nonlinear dynamic analysis procedure. For
Tsunami Risk Category IV buildings and structures, an indepen-
dent peer review shall be conducted as part of a review of the
performance-based design by the Authority Having Jurisdiction.

6.8.3.5.2.2 Alternative Structural Component Acceptability Cri-
teria. All actions shall be classified as either ductility-governed
actions or force-sustained actions based on component inelastic
behavior and the duration of the load effect, as follows:

1. Fluid forces in primary and secondary structural compo-
nents detailed in accordance with the requirements of
Seismic Design Category D, E, or F shall be evaluated as
force-sustained actions.

2. Debris impacts and foundation settlement effects on pri-
mary and secondary structural components shall be evalu-
ated as ductility-governed actions.

3. Debris impacts and foundation settlement effects on pri-
mary and secondary structural components not detailed in
accordance with Seismic Design Category D, E, or F shall
be evaluated as force-sustained actions.

For force-sustained actions, structural components shall have
specified design strengths greater than or equal to the maximum
design forces. Force-sustained actions shall be permitted to
satisfy Eq. (6.8-2):

QCS ≥ QUF (6.8-2)

where

QCS = Specified strength of the structural element and
QUF =Maximum force generated in the element because of

gravity and tsunami loading.

Expected material properties as defined in ASCE 41 (2014)
shall be permitted to be used for ductility-governed actions.
Results of a linear analysis procedure shall not exceed the
component acceptance criteria for linear procedures of ASCE
41 (2014), Chapters 9 through 11, for the applicable structural
performance criteria required for the building or structure
Tsunami Risk Category. Ductility-governed actions shall be
permitted to satisfy Eq. (6.8-3):

mQCE ≥ QUD (6.8-3)

where

m = Value of the component demand modification factor
defined in ASCE 41 (2014) to account for
expected ductility at the required structural performance
level;

QCE = Expected strength of the structural element determined in
accordance with ASCE 41 (2014); and

QUD = Ductility-governed force caused by tsunami loading

6.8.3.5.3 Alternative Acceptability by Progressive Collapse
Avoidance. Where tsunami loads or effects exceed acceptability
criteria for a structural element or where required to accommo-
date extraordinary impact loads, it shall be permitted to check the

residual load-carrying capacity of the structure, assuming that the
element has failed, in accordance with Section 2.5.2.2 and an
alternate load path progressive collapse procedure in the recog-
nized literature.

6.8.4 Minimum Fluid Density for Tsunami Loads. Seawater
specific weight density γsw shall be taken as 64.0 lb∕ft3
(10 kN∕m3). Seawater mass density ρsw shall be taken as 2.0
slugs per cubic foot (sl∕ft3) (1,025 kg∕m3). The minimum fluid
specific weight density γs for determining tsunami hydrostatic
loads accounting for suspended solids and debris flow-embedded
smaller objects shall be

γs = ksγsw (6.8-4)

The minimum fluid mass density, ρs, for determining tsunami
hydrodynamic loads accounting for suspended solids and debris
flow-embedded smaller objects shall be

ρs = ksρsw (6.8-5)

where ks, fluid density factor, shall be taken as 1.1.

6.8.5 Flow Velocity Amplification. The effect of upstream
obstructing buildings and structures shall be permitted to be
considered at a site that is exposed to the flow diffracting
conditions given in Section 6.8.5.1 by any of the following:

1. A site-specific inundation analysis that includes modeling of
the built environment in accordance with Section 6.7.6.6, or

2. The built environment is considered in the selection of
Manning’s roughness of Table 6.6-1 in accordance with the
Energy Grade Line Analysis of Section 6.6.2, or

3. Site-specific physical or numerical modeling in accordance
with Section 6.8.5.2 or Section 6.8.10, as applicable.

6.8.5.1 Upstream Obstructing Structures. The effect of
upstream obstructions on flow shall be considered where the
obstructions are enclosed structures of concrete, masonry, or
structural steel construction located within 500 ft (152 m) of the
site, and both of the following apply:

1. Structures have plan width greater than 100 ft (30.5 m) or
50% of the width of the downstream structure, whichever is
greater.

2. The structures exist within the sector between 10 and 55
degrees to either side of the flow vector aligned with the
center third of the width of the downstream structure.

6.8.5.2 Flow Velocity Amplification by Physical or
Numerical Modeling. The effect of upstream structures on
the flow velocity at a downstream site shall be permitted to
be evaluated using site-specific numerical or physical modeling,
as described in Section 6.7.6.6 or 6.8.10. The velocity
determined for a “bare-earth” inundation shall be amplified for
the conditions of Section 6.8.5.1. This analysis is not permitted to
reduce the flow velocity except for structural countermeasures
designed in accordance with Section 6.13.

6.8.6 Directionality of Flow

6.8.6.1 Flow Direction. Design of structures for tsunami loads
and effects shall consider both incoming and outgoing flow
conditions. The principal inflow direction shall be assumed to
vary by �22.5 degrees from the transect perpendicular to the
orientation of the shoreline averaged over 500 ft (152 m) to either
side of the site. The center of rotation of the variation of transects
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shall be located at the geometric center of the structure in plan at
the grade plane.

6.8.6.2 Site-Specific Directionality. A site-specific inundation
analysis performed in accordance with Section 6.7.6 shall be
permitted to be used to determine directionality of flow, provided
that the directionalities so determined shall be assumed to vary by
at least �10 degrees.

6.8.7 MinimumClosure Ratio for Load Determination. Loads
on buildings shall be calculated assuming a minimum closure ratio
of 70% of the inundated projected area along the perimeter of the
structure, unless it is an Open Structure as defined in Section 6.2.
The load effect of debris accumulation against or within the Open
Structure shall be considered by using a minimum closure ratio of
50% of the inundated projected area along the perimeter of the
Open Structure. Open Structures need not be subject to Load
Case 1 of Section 6.8.3.1.

6.8.8 Minimum Number of Tsunami Flow Cycles. Design
shall consider a minimum of two tsunami inflow and outflow
cycles, the first of which shall be based on an inundation depth at
80% of the Maximum Considered Tsunami (MCT), and the
second of which shall be assumed to occur with the Maximum
Considered Tsunami inundation depth at the site. Local scour
effects determined in accordance with Section 6.12, caused by
the first cycle, shall be assumed to occur at 80% of the MCT
inundation depth at the site and shall be considered as an initial
condition of the second cycle.

6.8.9 Seismic Effects on the Foundations Preceding Local
Subduction Zone Maximum Considered Tsunami. Where
designated in Fig. 6.7-3 as a site subject to a local
subduction zone tsunami from an offshore subduction
earthquake, the structure shall be designed for the preceding
coseismic effects. The foundation of the structure shall be
designed to resist the preceding earthquake ground motion
and associated effects per Chapter 11 of this standard using
the Maximum Considered Earthquake Geometric Mean
(MCEG) Peak Ground Acceleration of Figs. 22-7, 22-8, and
22-9. Building foundation design shall include changes in the
site surface and the in situ soil properties resulting from the
design seismic event as initial conditions for the subsequent
design tsunami event. The geotechnical investigation report
shall include evaluation of foundation effects in reference to
seismic effects preceding the tsunami, consideration of slope
instability, liquefaction, total and differential settlement,
surface displacement caused by faulting, and seismically
induced lateral spreading or lateral flow. The additional
requirements of Section 6.12 shall also be evaluated.

6.8.10 Physical Modeling of Tsunami Flow, Loads, and
Effects. Physical modeling of tsunami loads and effects shall
be permitted as an alternative to the prescriptive procedures in
Sections 6.8.5 (flow velocity amplification), 6.10 (hydrodynamic
loads), 6.11 (debris impact loads), and 6.12 (foundation design),
provided that it meets all the following criteria:

1. The facility or facilities used for physical modeling shall
be capable of generating appropriately scaled flows and
inundation depths as specified for Load Cases in
Section 6.8.3.1.

2. The test facility shall be configured so that reflections and
edge effects shall not significantly affect the test section
during the duration of the experiments.

3. The scale factors used in the physical modeling shall not be
less than those shown in Table 6.8-2. Scale model tests not

directly addressed in Table 6.8-2 shall include a justifica-
tion of the model applicability and scaling procedures.

4. Debris impacts of full or partial components shall be tested
at full scale unless accompanied by a justification of the
appropriateness of scaled testing in terms of hydrodynam-
ics and structural mechanics as well as material properties.

5. The report of test results shall include a discussion of the
accuracy of load condition generation and scale effects
caused by dynamic and kinematic considerations, includ-
ing dynamic response of test structures and materials.

6. Test results shall be adjusted to account for effective
density, as calculated in Section 6.8.4.

7. Test results shall be adjusted by the Importance Factor from
Section 6.8.3.2.

8. Test results shall include the effects of flow directionality in
accordance with Section 6.8.6. This inclusion can be ac-
complished either by direct testing of flow at varying angles
of incidence or by a combination of numerical and physical
modeling that takes into account directionality of flow.

6.9 HYDROSTATIC LOADS

6.9.1 Buoyancy. Reduced net weight caused by buoyancy shall
be evaluated for all inundated structural and designated
nonstructural elements of the building in accordance with
Eq. (6.9-1). Uplift caused by buoyancy shall include enclosed
spaces without tsunami breakaway walls that have opening area
less than 25% of the inundated exterior wall area. Buoyancy shall
also include the effect of air trapped below floors, including
integral structural slabs, and in enclosed spaces where the walls
are not designed to break away. All windows, except those
designed for large missile wind-borne debris impact or blast
loading, shall be permitted to be considered openings when the
inundation depth reaches the top of the windows or the expected
strength of the glazing, whichever is less. The volumetric
displacement of foundation elements, excluding deep
foundations, shall be included in this calculation of uplift.

Fv = γsVw (6.9-1)

6.9.2 Unbalanced Lateral Hydrostatic Force. Inundated
structural walls with openings less than 10% of the wall area
and either longer than 30 ft (9.14 m) without adjacent tsunami
breakaway walls or having a two- or three-sided perimeter
structural wall configuration regardless of length shall be
designed to resist an unbalanced hydrostatic lateral force
given by Eq. (6.9-2), occurring during the Load Case 1 and
the Load Case 2 inflow cases defined in Section 6.8.3.1. In
conditions where the flow overtops the wall, hmax in Eq. (6.9-2) is
replaced with the height of the wall.

Fh =
1
2
γsbh2max (6.9-2)

Table 6.8-2 Minimum Scale Factors for Physical Modeling

Model Element Minimum Scale Factor

Individual buildings 1:25
Flow modeling for groups of buildings 1:200
Structural components (e.g., walls, columns, piers) 1:10
Geotechnical investigations 1:5
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6.9.3 Residual Water Surcharge Load on Floors and
Walls. All horizontal floors below the maximum inundation
depth shall be designed for dead load plus a residual water
surcharge pressure, pr, given by Eq. (6.9-3). Structural walls that
have the potential to retain water during drawdown shall also be
designed for residual water hydrostatic pressure.

pr = γshr hr = hmax − hs (6.9-3)

where hs = top of floor slab elevation. However, hr need not
exceed the height of the continuous portion of any perimeter
structural element at the floor.

6.9.4 Hydrostatic Surcharge Pressure on Foundation.
Hydrostatic surcharge pressure caused by tsunami inundation
shall be calculated as

ps = γshmax (6.9-4)

6.10 HYDRODYNAMIC LOADS

Hydrodynamic loads shall be determined in accordance with this
section. The structure’s lateral-force-resisting system and all
structural components below the inundation elevation at the site
shall be designed for the hydrodynamic loads given in either
Section 6.10.1 or 6.10.2. All wall and slab components shall also
be designed for all applicable loads given in Section 6.10.3.

6.10.1 Simplified Equivalent Uniform Lateral Static
Pressure. It shall be permitted to account for the combination
of any unbalanced lateral hydrostatic and hydrodynamic loads by
applying an equivalent maximum uniform pressure, puw,
determined in accordance with Eq. (6.10-1), applied over 1.3
times the calculated maximum inundation depth hmax at the site,
in each direction of flow.

puw = 1.25I tsuγshmax (6.10-1)

6.10.2 Detailed Hydrodynamic Lateral Forces

6.10.2.1 Overall Drag Force on Buildings and Other
Structures. The building lateral-force-resisting system shall
be designed to resist overall drag forces at each level caused
either by incoming or outgoing flow at Load Case 2 given by
Eqs. (6.10-2) and (6.10-3).

Fdx =
1
2
ρsI tsuCdCcxBðhu2Þ (6.10-2)

where Cd is the drag coefficient for the building as given in
Table 6.10-1 and where Ccx is determined as

Ccx =
PðAcol þ AwallÞ þ 1.5Abeam

Bhsx
(6.10-3)

and Acol and Awall are the vertical projected areas of all individual
column and wall elements. Abeam is the combined vertical
projected area of the slab edge facing the flow and the
deepest beam laterally exposed to the flow. The summation of
these column, wall, and beam areas is divided by the overall
building wall area of width B times the average of the story
heights, hsx, above and below each level for each story below the
tsunami inundation height for each of the three Load Cases
specified in Section 6.8.3.1. Any structural or nonstructural wall
that is not a tsunami breakaway wall shall be included in the

Awall. Ccx shall not be taken as less than the closure ratio value
given in Section 6.8.7 but need not be taken as greater than 1.0.

6.10.2.2 Drag Force on Components. The lateral
hydrodynamic load given by Eq. (6.10-4) shall be applied as
a pressure resultant on the projected inundated height, he, of all
structural components and exterior wall assemblies below the
inundation depth

Fd =
1
2
ρsI tsuCdbðheu2Þ (6.10-4)

where for interior components the values of Cd given in
Table 6.10-2 shall be used, and b is the component width
perpendicular to the flow. For exterior components, a Cd
value of 2.0 shall be used, and width dimension b shall be
taken as the tributary width multiplied by the closure ratio value
given in Section 6.8.7.
The drag force on component elements shall not be additive to

the overall drag force computed in Section 6.10.2.1.

6.10.2.3 Tsunami Loads on Vertical Structural
Components, Fw . The force Fw on vertical structural
components shall be determined as the hydrodynamic drag
forces in accordance with Eq. (6.10-5a). Where flow of a
tsunami bore occurs with a Froude number at the site that is
greater than 1.0 and where individual wall, wall pier, or column
components have a width to inundation depth ratio of 3 or more,
Fw shall be determined by Eq. (6.10-5b). Force Fw is applied to
all vertical structural components that are wider than 3 times the

Table 6.10-1 Drag Coefficients for Rectilinear Structures

Width to Inundation Deptha Ratio B∕hsx Drag Coefficient Cd

<12 1.25
16 1.3
26 1.4
36 1.5
60 1.75
100 1.8
≥120 2.0

aInundation depth for each of the three Load Cases of inundation specified in
Section 6.8.3.1. Interpolation shall be used for intermediate values of width to
inundation depth ratio B∕hsx.

Table 6.10-2 Drag Coefficients for Structural Components

Structural Element Section Drag Coefficient Cd

Round column or equilateral polygon with six
sides or more

1.2

Rectangular column of at least 2:1 aspect ratio
with longer face oriented parallel to flow

1.6

Triangular pointing into flow 1.6
Freestanding wall submerged in flow 1.6
Square or rectangular column with longer face
oriented perpendicular to flow

2.0

Triangular column pointing away from flow 2.0
Wall or flat plate, normal to flow 2.0
Diamond-shape column, pointed into the flow
(based on face width, not projected width)

2.5

Rectangular beam, normal to flow 2.0
I, L, and channel shapes 2.0
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inundation depth corresponding to Load Case 2 during inflow as
defined in Section 6.8.3.

Fw =
1
2
ρsI tsuCdbðheu2Þ (6.10-5a)

Fw =
3
4
ρsI tsuCdbðheu2Þbore (6.10-5b)

6.10.2.4 Hydrodynamic Load on Perforated Walls, Fp w . For
walls with openings that allow flow to pass between wall piers,
the force on the elements of the perforated wall Fpw shall be
permitted to be determined using Eq. (6.10-6), but shall not be
less than Fd per Eq. (6.10-4):

Fpw = ð0.4Ccx þ 0.6ÞFw (6.10-6)

6.10.2.5 Walls Angled to the Flow. For walls oriented at an
angle less than 90° to the flow directions considered in
Section 6.8.3, the transient lateral load per unit width, Fwθ,
shall be determined in accordance with Eq. (6.10-7).

Fwθ =Fwsin2θ (6.10-7)

where θ is the included angle between the wall and the direction
of the flow.

6.10.3 Hydrodynamic Pressures Associated with Slabs

6.10.3.1 Flow Stagnation Pressure. The walls and slabs of
spaces in buildings that are subject to flow stagnation
pressurization shall be designed to resist pressure determined
in accordance with Eq. (6.10-8).

Pp =
1
2
ρsI tsuu2 (6.10-8)

where u is the maximum free flow velocity at that location and
Load Case.

6.10.3.2 Hydrodynamic Surge Uplift at Horizontal Slabs.
Slabs and other horizontal components shall be designed to
resist the applicable uplift pressures given in this section.

6.10.3.2.1 Slabs Submerged during Tsunami Inflow. Horizontal
slabs that become submerged during tsunami inundation inflow
shall be designed for a minimum hydrodynamic uplift pressure of
20 psf (0.958 kPa) applied to the soffit of the slab. This uplift is
an additional Load Case to any hydrostatic buoyancy effects
required by Section 6.9.1.

6.10.3.2.2 Slabs over Sloping Grade. Horizontal slabs located
over grade slope, φ, greater than 10 degrees shall be designed for
a redirected uplift pressure applied to the soffit of the slab, given
by Eq. (6.10-9), but not less than 20 psf (0.958 kPa).

Pu = 1.5I tsuρsu2v (6.10-9)

where

uv = u tanφ,
u = Horizontal flow velocity corresponding to a water depth

equal to or greater than hss, the elevation of the soffit of the
floor system, and

φ = Average slope of grade plane beneath the slab.

6.10.3.3 Tsunami Bore Flow Entrapped in Structural
Wall-Slab Recesses. Hydrodynamic loads for bore flows
entrapped in structural wall-slab recesses shall be determined
in accordance with this section. The reductions of load given in
Sections 6.10.3.3.2 to 6.10.3.3.5 may be combined multipli-
catively, but the net load reduction shall not exceed the
maximum individual reduction given by any one of these
sections.

6.10.3.3.1 Pressure Load in Structural Wall-Slab Recesses.
Where flow of a tsunami bore beneath an elevated slab is
prevented by a structural wall located downstream of the up-
stream edge of the slab, the wall and the slab within hs of the wall
shall be designed for the outward pressure, Pu, of 350 psf
(16.76 kPa). Beyond hs, but within a distance of hs þ lw from
the wall, the slab shall be designed for an upward pressure of half
of Pu [i.e., 175 psf (8.38 kPa)].The slab outside a distance of
hs þ lw from the wall shall be designed for an upward pressure of
30 psf (1.436 kPa).

6.10.3.3.2 Reduction of Load with Inundation Depth. Where the
inundation depth is less than two-thirds of the clear story height,
the uplift pressures specified in Section 6.10.3.3.1 shall be
permitted to be reduced in accordance with Eq. (6.10-10) but
shall not be taken as less than 30 psf (1.436 kPa).

Pu = I tsu

�
590 − 160

hs
h

�
½psf� (6.10-10)

Pu = I tsu

�
28.25 − 7.66

hs
h

�
½kPa� (6.10-10si)

where hs∕h is the ratio of slab height to inundation depth.

6.10.3.3.3 Reduction of Load for Wall Openings. Where the
wall blocking the bore below the slab has openings through
which the flow can pass, the reduced pressure on the wall and
slab shall be determined in accordance with Eq. (6.10-11).

Pur =CcxPu (6.10-11)

where Ccx is the ratio of the solid area of the wall to the total
inundated area of the vertical plane of the inundated portion of
the wall at that level.

6.10.3.3.4 Reduction in Load for Slab Openings. Where the
slab is provided with an opening gap or breakaway panel
designed to create a gap of width wg, adjacent to the wall, then
the uplift pressure on the remaining slab shall be determined in
accordance with Eq. (6.10-12).

Pur =CbsPu (6.10-12)

where forwg < 0.5hs; Cbs = 1 −
wg

hs
(6.10-13)

and forwg ≥ 0.5hs; Cbs = 0.56 − 0.12
wg

hs
(6.10-14)

The value of Cbs shall not be taken as less than zero.

6.10.3.3.5 Reduction in Load for Tsunami Breakaway Wall. If
the wall restricting the flow is designed as a tsunami break-
away wall, then the uplift on the slab shall be permitted to be
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determined in accordance with Section 6.10.3.1, but it need not
exceed the pressure equivalent to the total nominal shear force
necessary to cause disengagement of the breakaway wall from
the slab.

6.11 DEBRIS IMPACT LOADS

Debris impact loads shall be determined in accordance with this
section. These loads need not be combined with other tsunami-
related loads as determined in other sections of this chapter.
Where the minimum inundation depth is 3 ft (0.914 m) or

greater, design shall include the effects of debris impact forces.
The most severe effect of impact loads within the inundation
depth shall be applied to the perimeter gravity-load-carrying
structural components located on the principal structural axes
perpendicular to the range of inflow or outflow directions defined
in Section 6.8.7. Except as specified below, loads shall be applied
at points critical for flexure and shear on all such members in the
inundation depth being evaluated. Inundation depths and veloci-
ties corresponding to Load Cases 1, 2, and 3 defined in
Section 6.8.3.1 shall be used. Impact loads need not be applied
simultaneously to all affected structural components.
All buildings and other structures meeting the above require-

ment shall be designed for impact by floating wood poles, logs,
and vehicles, and for tumbling boulders and concrete debris, per
Sections 6.11.2 to 6.11.4. Where a site is proximate to a port or
container yard, the potential for strikes from shipping containers
and ships and barges shall be determined by the procedure in
Section 6.11.5. Buildings and other structures determined by that
procedure to lie in the hazard zone for strikes by shipping contain-
ers shall be designed for impact loads in accordance with
Section 6.11.6. In lieu of Sections 6.11.2–6.11.6, it shall be
permitted to alternatively evaluate the impacts by poles, logs,
vehicles, tumbling boulders, concrete debris, and shipping
containers by applying the alternative simplified static load of
Section 6.11.1.
Tsunami Risk Category III Critical Facilities and Tsunami

Risk Category IV buildings and structures determined to be in the
hazard zone for strikes by ships and barges in excess of 88,000 lb
(39,916 kg) Deadweight Tonnage (DWT), as determined by the
procedure of Section 6.11.5, shall be designed for impact by
these vessels in accordance with Section 6.11.7.

6.11.1 Alternative Simplified Debris Impact Static Load. It
shall be permitted to account for debris impact by applying the
force given by Eq. (6.11-1) as a maximum static load, in lieu of
the loads defined in Sections 6.11.2 to 6.11.6. This force shall be
applied at points critical for flexure and shear on all such
members in the inundation depth corresponding to Load Case
3 defined in Section 6.8.3.1.

Fi = 330CoI tsu ½kips� (6.11-1)

Fi = 1,470CoI tsu ½kN� (6.11-1.si)

where Co is the orientation coefficient, equal to 0.65.

Where it is determined by the site hazard assessment procedure
of Section 6.11.5 that the site is not in an impact zone for
shipping containers, ships, and barges, then it shall be permitted
to reduce the simplified debris impact force to 50% of the value
given by Eq. (6.11-1).

6.11.2 Wood Logs and Poles. The nominal maximum
instantaneous debris impact force, Fni, shall be determined in
accordance with Eq. (6.11-2).

Fni = umax

ffiffiffiffiffiffiffiffi
kmd

p
(6.11-2)

The design instantaneous debris impact force, Fi, shall be
determined in accordance with Eq. (6.11-3).

Fi = I tsuCoFni (6.11-3)

where

I tsu = Importance Factor (given in Table 6.8-1);
Co = Orientation coefficient, equal to 0.65 for logs and poles;

umax = Maximum flow velocity at the site occurring at depths
sufficient to float the debris;

k = Effective stiffness of the impacting debris or the lateral
stiffness of the impacted structural element(s) deformed
by the impact, whichever is less; and

md =Mass Wd∕g of the debris.

Logs and poles are assumed to strike longitudinally for
calculation of debris stiffness in Eq. (6.11-2). The stiffness of
the log or pole shall be calculated as k=EA∕L, in which E is the
longitudinal modulus of elasticity of the log, A is its cross-
sectional area, and L is its length. A minimum weight of 1,000 lb
(454 kg) and minimum log stiffness of 350 kip∕in:
(61,300 kN∕m) shall be assumed.
The impulse duration for elastic impact shall be calculated

from Eq. (6.11-4):

td =
2mdumax

Fni
(6.11-4)

For an equivalent elastic static analysis, the impact force shall
be multiplied by the dynamic response factor Rmax specified in
Table 6.11-1. To obtain intermediate values of Rmax, linear
interpolation shall be used. For a wall, the impact shall be
assumed to act along the horizontal center of the wall, and the
natural period shall be permitted to be determined based on the
fundamental period of an equivalent column with width equal to
one-half of the vertical span of the wall.
It also shall be allowed to use an alternative method of analysis

per Section 6.11.8.

6.11.3 Impact by Vehicles. An impact of floating vehicles shall
be applied to vertical structural element(s) at any point greater

Table 6.11-1 Dynamic Response Ratio for Impulsive Loads, Rmax

Ratio of Impact Duration to Natural Period
of the Impacted Structural Element Rmax (Response Ratio)

0.0 0.0
0.1 0.4
0.2 0.8
0.3 1.1
0.4 1.4
0.5 1.5
0.6 1.7
0.7 1.8
0.9 1.8
1.0 1.7
1.1 1.7
1.2 1.6
1.3 1.6
≥1.4 1.5
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than 3 ft (0.914 m) above grade up to the maximum depth. The
impact force shall be taken as 30 kip (130 kN) multiplied by I tsu.

6.11.4 Impact by Submerged Tumbling Boulder and
Concrete Debris. Where the maximum inundation depth
exceeds 6 ft (1.83 m), an impact force of 8,000 lb (36 kN)
multiplied by I tsu shall be applied to vertical structural element(s)
at 2 ft (0.61 m) above grade.

6.11.5 Site Hazard Assessment for Shipping Containers,
Ships, and Barges. Shipping containers and ships or barges
disbursed from container yards, ports, and harbors shall be
evaluated as potential debris impact objects. In such cases, a
probable dispersion region shall be identified for each source to
determine if the structure is located within a debris impact hazard
region, as defined by the procedure in this section. If the structure
is within the debris impact hazard region, then impact by
shipping containers and/or ships and barges, as appropriate,
shall be evaluated per Sections 6.11.6 and 6.11.7.

The expected total plan area of the debris objects at the source
shall be determined. For containers, this is the average number of
on-site containers multiplied by their plan area. For barges, the
area of a nominal AASHTO (2009) design barge [195 × 35 ft,
or 6,825 ft2 (59.5 × 10.67 m, or 635 m2)] shall be multiplied by
the average number of barges at the source. For ships, the
average vessel deck plan area at the site shall be used. The
geographic center of the source shall be identified, together with
the primary flow direction, as defined in Section 6.8.6.1. Lines
�22.5° from this centerline shall be projected in the direction of
tsunami inflow, as shown in Fig. 6.11-1. If topography (such as
hills) will bound the water from this 45° sector, the direction of the
sector shall be rotated to accommodate hill lines or the wedge shall
be narrowed where it is constrained on two or more sides.

First, an arc of the debris impact hazard region for inflow shall
be drawn as follows: one arc and the two radial boundary lines of

the 45° sector defines a circular sector region with an area that is
50 times the total sum debris area of the source, representing a
2% concentration of debris. However, the inland extent of the arc
shall be permitted to be curtailed in accordance with any of the
following boundaries:

a. The extent of the sector shall be permitted to be curtailed
where the maximum inundation depth is less than 3 ft
(0.914 m), or in the case of ships where the inundation
depth is less than the ballasted draft plus 2 ft (0.61 m).

b. Structural steel and/or concrete structures shall be per-
mitted to be considered to act as an effective grounding
depth terminator of the sector if their height is at least
equal to (1) for containers and barges, the inundation
depth minus 2 ft (0.61 m), or (2) for ships, the inundation
depth minus the sum of the ballasted draft and 2 ft
(0.61 m).

Second, the debris impact hazard region for inflow and
outflow shall be determined by rotating the circular segment
by 180° and placing the center at the intersection of the
centerline and the arc that defines the 2% concentration level
or approved alternative boundary, as defined above. Buildings
and other structures contained only in the first sector shall be
designed for strikes by a container and/or other vessel carried
with the inflow. Buildings and other structures contained only
in the second sector shall be designed for strikes by a container
and/or other vessel carried in the outflow. Buildings and other
structures contained in both sectors shall be designed for
strikes by a container and/or other vessel moving in either
direction.

6.11.6 Shipping Containers. The impact force from shipping
containers shall be calculated from Eqs. (6.11-2) and (6.11-3).
The mass md is the mass of the empty shipping container. It shall
be assumed that the strike contact is from one bottom corner of

FIGURE 6.11-1 Illustration of Determination of Floating Debris Impact Hazard Region [1 ft=0.3048 m]
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the front (or rear) of the container. The container stiffness is
k=EA∕L, in which E is the modulus of elasticity of the bottom
rail of the container, A is the cross-sectional area of the bottom
rail, and L is the length of the bottom rail of the container.
Minimum values are provided in Table 6.11-2. Co, the
orientation factor, shall be taken as equal to 0.65 for shipping
containers.
The nominal design impact force, Fni, from Eq. (6.11-2) for

shipping containers need not be taken as greater than 220 kips
(980 kN).
For empty shipping containers, the impulse duration for elastic

impact shall be calculated from Eq. (6.11-4).
For loaded shipping containers the duration of the pulse is

determined from Eq. (6.11-5):

td =
ðmd þ mcontentsÞumax

Fni
(6.11-5)

in which mcontents shall be taken to be 50% of the maximum rated
content capacity of the shipping container. Minimum values of
(md þ mcontents) are given in Table 6.11-2 for loaded shipping
containers. The design shall consider both empty and loaded
shipping containers.
For an equivalent static analysis, the impact force shall be

multiplied by the dynamic response factor Rmax specified in
Table 6.11-1. To obtain intermediate values of Rmax, linear
interpolation shall be used. For a wall, the impact shall be
assumed to act along the horizontal center of the wall, and the
natural period shall be permitted to be determined based on the
period of an equivalent column with width equal to one-half of
the vertical span of the wall.
It also shall be permitted to use an alternative method of

analysis per Section 6.11.8.

6.11.7 Extraordinary Debris Impacts. Where the maximum
inundation depth exceeds 12 ft (3.66 m), extraordinary debris
impacts of the largest deadweight tonnage vessel with ballasted
draft less than the inundation depth within the debris hazard
region of piers and wharves defined in Section 6.11.5 shall be
assumed to impact the perimeter of Tsunami Risk Category III
Critical Facilities and Tsunami Risk Category IV buildings and
structures anywhere from the base of the structure up to 1.3 times
the inundation depth plus the height to the deck of the vessel. The
load shall be calculated from Eq. (6.11-3), based on the stiffness
of the impacted structural element and a weight equal to the
Lightship Weight (LWT) plus 30% of Deadweight Tonnage
(DWT). An alternative analysis of Section 6.11.8 shall be
permitted. Either as the primary approach, or where the impact
loads exceed acceptability criteria for any structural element
subject to impact, it is permitted to accommodate the impact
through the alternative load path progressive collapse provisions of
Section 6.8.3.5.3, applied to all framing levels from the base up to
the story level above 1.3 times the inundation depth plus the height
to the deck of the vessel as measured from the waterline.

6.11.8 Alternative Methods of Response Analysis. A
dynamic analysis is permitted to be used to determine the
structural response to the force applied as a rectangular pulse
of duration time td with the magnitude calculated in accordance
with Eq. (6.11-3). If the impact is large enough to cause inelastic
behavior in the structure, it shall be permitted to use an equivalent
single degree of freedom mass-spring system with a nonlinear
stiffness that considers the ductility of the impacted structure for
the dynamic analysis. Alternatively, for inelastic impact, the
structural response shall be permitted to be calculated based on
a work-energy method with nonlinear stiffness that incorporates
the ductility of the impacted structure. The velocity applied in the
work-energy method of analysis shall be umax multiplied by the
product of Importance Factor, I tsu, and the orientation factor, Co.

6.12 FOUNDATION DESIGN

Design of structure foundations and tsunami barriers shall pro-
vide resistance to the loads and effects of Section 6.12.2, shall
provide capacity to support the structural load combinations
defined in Section 6.8.3.1, and shall accommodate the displace-
ments determined in accordance with Section 6.12.2.6. Founda-
tion embedment depth and the capacity of the exposed piles to
resist structural loads, including grade beam loads, shall both be
determined taking into account the cumulative effects of general
erosion and local scour. Alternatively, it shall be permitted to use
the performance-based criteria of Section 6.12.3.
Site characterization shall include relevant information speci-

fied in Section 11.8, Geotechnical Investigation Report Require-
ments for Subsurface Soil Conditions.

6.12.1 Resistance Factors for Foundation Stability
Analyses. The resistance factor of ϕ shall be assigned a
value of 0.67 applied to the resisting capacities for use with
stability analyses and for potential failures associated with
bearing capacity, lateral pressure, internal stability of
geotextile and reinforced earth systems, and slope stability,
including drawdown conditions. A resistance factor of 0.67
shall also be assigned for the resisting capacities of uplift
resisting anchorage elements.

6.12.2 Load and Effect Characterization. Foundations and
tsunami barriers shall be designed to accommodate the effects
of lateral earth pressure in accordance with Section 3.2,
hydrostatic forces computed in accordance with Section 6.9,
hydrodynamic loads computed in accordance with Section 6.10,
and uplift and underseepage forces computed in accordance with
Section 6.12.2.1. Foundations shall provide the capacity to
withstand uplift and overturning from tsunami hydrostatic,
hydrodynamic, and debris loads applied to the building
superstructure. In addition, the effect of soil strength loss,
general erosion, and scour shall be considered in accordance
with the requirements of this section. A minimum of two wave
cycles shall be considered for such effects.

Table 6.11-2 Weight and Stiffness of Shipping Container Waterborne Floating Debris

Type of Debris Weight Debris Stiffness (k )

20-ft (6.1-m) standard shipping
container oriented longitudinally

Empty: 5,000 lb (2,270 kg) 245 kip∕in:
Loaded: 29,000 lb (13,150 kg) (42,900 kN∕m)

40-ft (12.2-m) standard shipping
container oriented longitudinally

Empty: 8,400 lb (3,810 kg) 170 kip∕in:
Loaded: 38,000 lb (17,240 kg) (29,800 kN∕m)
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6.12.2.1 Uplift and Underseepage Forces. Tsunami uplift and
underseepage forces shall be evaluated as described in this section.

1. Uplift and underseepage forces shall include the three
inundation Load Cases defined in Section 6.8.3.1.

2. Strength loss caused by scour and other soil effects such as
liquefaction and pore pressure softening shall be consid-
ered. Additionally, uplift and underseepage forces on the
foundation shall be determined for cases where
a. The soil is expected to be saturated before the tsunami, or
b. Soil saturation is anticipated to occur over the course of

the incoming series of tsunami waves, or
c. The area of concern is expected to remain inundated

after the tsunami.
3. The effect of live load and snow load shall not be used for

uplift resistance.

6.12.2.2 Loss of Strength. Loss of shear strength because of
tsunami-induced pore pressure softening shall be accounted for
up to a depth of 1.2 times the maximum inundation depth, per
Section 6.12.2.5. Tsunami-induced pore pressure softening need
not be considered at locations where the maximum Froude
number is less than 0.5.

6.12.2.3 General Erosion. General erosion during tsunami
inundation runup and drawdown conditions shall be considered.
Analysis of general erosion shall account for flow amplification
as described in Section 6.8.5; it shall also account for enhance-
ment caused by tsunami-induced pore pressure softening.

EXCEPTION: Analysis of general erosion is not required for
rock or other nonerodible strata that are capable of preventing
scour from tsunami flow of 30 ft∕s (9.14 m∕s).

General erosion during drawdown conditions shall consider
flow concentration in channels, including channels newly formed
during tsunami inundation and drawdown (channelized scour).
Analysis of channelized scour need not include enhancement
caused by pore pressure softening.

6.12.2.4 Scour. The depth and extent of scour shall be
evaluated using the methods of Sections 6.12.2.4.1 and
6.12.2.4.2.

EXCEPTION: Scour evaluation is not required for rock or
other nonerodible strata that prevent scour from tsunami flow of
30 ft∕s (9.14 m∕s) nor for Open Structures.

6.12.2.4.1 Sustained Flow Scour. Scour, including the effects
of sustained flow around structures and including building
corner piles, shall be considered. Sustained flow scour design
depth and area extent shall be determined by dynamic numerical
or physical modeling or empirical methods in the recognized
literature. It shall be permitted to determine sustained flow scour
and associated pore pressure softening in accordance with
Table 6.12-1 and Fig. 6.12-1. Local scour depth caused by
sustained flow given by Table 6.12-1 and Fig. 6.12-1 shall be
permitted to be reduced by an adjustment factor in areas where
the maximum flow Froude number is less than 0.5. The adjust-
ment factor shall be taken as varying linearly from 0 at the
horizontal inundation limit to 1.0 at the point where the Froude
number is 0.5. The assumed area limits shall be considered to
encompass the exposed building perimeter and to extend either
side of the foundation perimeter a distance equal to the scour depth
for consolidated or cohesive soils and a distance equal to three
times the scour depth for nonconsolidated or noncohesive soils.

6.12.2.4.2 Plunging Scour. Plunging scour horizontal extent
and depth shall be determined by dynamic numerical or physical

modeling or by empirical methods. In the absence of site-specific
dynamic modeling and analysis, the plunging scour depth Ds
shall be determined by Eq. (6.12-1).

Ds = c2V

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
qU sinψ

g

s
½U:S: standard or SI units� (6.12-1)

where

c2V = Dimensionless scour coefficient, permitted to be taken as
equal to 2.8;

ψ = Angle between the jet at the scour hole and the horizontal,
taken as the lesser value of 75° and the side slope of the
overtopped structure on the scoured side, in the absence of
other information;

g = Acceleration caused by gravity;
q = Discharge per unit width over the overtopped structure, as

illustrated in Fig. 6.12-2 and calculated in accordance with
Eq. (6.12-2); and

U = Jet velocity approaching the scour hole, obtained in accor-
dance with Eq. (6.12-4).

q=Cdis
2
3

ffiffiffiffiffi
2g

p
H3∕2

O (6.12-2)

where Cdis is a dimensionless discharge coefficient obtained in
accordance with Eq. (6.12-3):

Cdis = 0.611þ 0.08
HO

HB
(6.12-3)

U is the jet velocity approaching the scour hole, resulting from
the drop between the height h of the upstream water surface, plus
any additional elevation difference dd on the scouring side, in
accordance with Eq. (6.12-4):

U =
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
2gðhþ ddÞ

p
(6.12-4)

FIGURE 6.12-1 Scour Depth Caused by Sustained Flow and Pore
Pressure Softening [1 ft= 0.305 m]

Table 6.12-1 Design Scour Depth Caused by Sustained Flow and
Pore Pressure Softening

Inundation Depth h Scour Depth Da

<10 ft (3.05 m) 1.2 h
≥10 ft (3.05 m) 12 ft (3.66 m)

aNot applicable to scour at sites with intact rock strata.
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where dd is the additional elevation difference between the
upstream and scouring sides of the structure, as illustrated in
Fig. 6.12-2.

6.12.2.5 Horizontal Soil Loads. Horizontal soil loads caused
by unbalanced scour shall be included in the design of foundation
elements.

6.12.2.6 Displacements. Vertical and horizontal displacements
of foundation elements and slope displacements shall be
determined using empirical or elastoplastic analytical or
numerical methods in the recognized literature by applying
tsunami loads determined in Section 6.12.2 together with
other applicable geotechnical and foundation loads required
by this standard.

6.12.3 Alternative Foundation Performance-Based Design
Criteria. In situ soil stresses from tsunami loads and effects
shall be included in the calculation of foundation pressures. For
local coseismic tsunami hazards that occur as a result of a local
earthquake, the in situ soil and site surface condition at the onset of
tsunami loads shall be those existing at the end of seismic shaking,
including liquefaction, lateral spread, and fault rupture effects.
Building foundations shall provide sufficient capacity and

stability to resist structural loads and the effects of general
erosion and scour in accordance with the recognized literature.
For Tsunami Risk Category IV buildings and structures, it shall
be permitted to evaluate the overall performance of the founda-
tion system for potential pore pressure softening by performing a
two- or three-dimensional tsunami–soil–structure interaction
numerical modeling analysis. The results shall be evaluated to
demonstrate consistency with the structural performance accep-
tance criteria in Section 6.8. For Tsunami Risk Category IV
buildings and structures, an independent peer review shall be
conducted as part of a review of the performance-based design by
the Authority Having Jurisdiction.

6.12.4 Foundation Countermeasures. Fill, protective slab on
grade, geotextiles and reinforced earth systems, facing systems,
and ground improvement shall be permitted to reduce the effects
of tsunamis.

6.12.4.1 Fill. Fill used for structural support and protection
shall be placed in accordance with ASCE 24 (2005),
Sections 1.5.4 and 2.4.1. Structural fill shall be designed to be
stable during inundation and to resist the loads and effects
specified in Section 6.12.2.

6.12.4.2 Protective Slab on Grade. Exterior slabs on grade
shall be assumed to be uplifted and displaced during the
Maximum Considered Tsunami unless determined otherwise by
site-specific design analysis based upon recognized literature.

Protective slabs on grade used as a countermeasure shall at a
minimum have the strength necessary to resist the following
loads:

1. Shear forces from sustained flow at maximum tsunami flow
velocity, umax, over the slab on grade;

2. Uplift pressures from flow acceleration at upstream and
downstream slab edges for both inflow and return flow;

3. Seepage flow gradients under the slab if the potential exists
for soil saturation during successive tsunami waves;

4. Pressure fluctuations over slab sections and at joints;
5. Pore pressure increases from liquefaction and from the

passage of several tsunami waves; and
6. Erosion of substrate at upstream, downstream, and flow

parallel slab edges, as well as between slab sections.

6.12.4.3 Geotextiles and Reinforced Earth Systems. Geo-
textiles shall be designed and installed in accordance with
manufacturers’ installation requirements and as recommended
in the recognized literature. Resistance factors required in
Section 6.12.1 shall be provided for bearing capacity, uplift,
lateral pressure, internal stability, and slope stability.
The following reinforced earth systems shall be permitted to be

used:

1. Geotextile tubes constructed of high-strength fabrics capa-
ble of achieving full tensile strength without constricting
deformations when subject to the design tsunami loads and
effects;

2. Geogrid earth and slope reinforcement systems that include
adequate protection against general erosion and scour, and
a maximum lift thickness of 1 ft (0.3 m) and facing
protection; and

3. Geocell earth and slope reinforcement erosion protection
system designs, including an analysis to determine antici-
pated performance against general erosion and scour if no
facing is used.

6.12.4.4 Facing Systems. Facing systems and their anchorage
shall be sufficiently strong to resist uplift and displacement
during design load inundation. The following facing methods
for reinforced earth systems shall be permitted to be used:

1. Vegetative facing for general erosion and scour resistance
where tsunami flow velocities are less than 12.5 ft∕s
(3.81 m∕s). Design shall be in accordance with methods
and requirements in the recognized literature.

2. Geotextile filter layers, including primary filter protection
of countermeasures using a composite grid assuming high
contact stresses and high-energy wave action design crite-
ria in AASHTO M288-06, including soil retention, perme-
ability, clogging resistance, and survivability.

3. Mattresses providing adequate flexibility and including en-
ergy dissipation characteristics. Edges shall be embedded to
maintain edge stability under design inundation flows.

4. Concrete facing provided in accordance with protective
slab on grade countermeasures in Section 6.12.4.2 and
containing adequate anchorage to the reinforced earth
system under design inundation flows.

5. Stone armoring and riprap provided to withstand tsunami
shall be designed as follows: Stone diameter shall not be
less than the size determined according to design criteria
based on tsunami inundation depth and currents using design
criteria in the recognized literature. Where the maximum
Froude number, Fr , is 0.5 or greater, the high-velocity

FIGURE 6.12-2 Plunging Scour Parameters
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turbulent flows associated with tsunamis shall be specifically
considered, using methods in the recognized literature.

Subject to independent review, it shall be permitted to base
designs on physical or numerical modeling.

6.12.4.5 Ground Improvement. Ground improvement
countermeasures shall be designed using soil–cement mixing
to provide nonerodible scour protection per Section 6.12.2.4 and
at minimum provide soil–cement mass strength reinforcement of
100 psi (0.69 MPa) average unconfined compressive strength.

6.13 STRUCTURAL COUNTERMEASURES FOR
TSUNAMI LOADING

The following countermeasures shall be permitted to reduce the
structural effects of tsunamis.

6.13.1 Open Structures. Open Structures shall not be subject to
Load Case 1 of Section 6.8.3.1. The load effect of debris
accumulation against or within the Open Structure shall be
evaluated by assuming a minimum closure ratio of 50% of the
inundated projected area along the perimeter of the Open Structure.

6.13.2 Tsunami Barriers. Tsunami barriers used as an external
perimeter structural countermeasure shall be designed consistent
with the protected structure performance objectives to jointly
achieve the performance criteria. These criteria include barrier
strength, stability, slope erosion protection, toe scour, and
geotechnical stability requirements and barrier height and
footprint to fully prevent inundation during the Maximum
Considered Tsunami. Where a barrier is designed to be
overtopped by the design event or intended to provide only
partial impedance of the design event, the protected structure
and its foundation shall be designed for the residual inundation
resulting from the design event. The foundation system treatment
requirements in Section 6.12 of this chapter shall also be applied.

6.13.2.1 Information on Existing Buildings and Other
Structures to Be Protected. As-built information on building
configuration, building components, site, and foundation shall be
permitted to be evaluated in accordance with ASCE 41 (2014),
Chapters 9 through 11.

6.13.2.2 Site Layout. The spatial limits of the layout of tsunami
barriers shall include the following:

1. The tsunami barrier shall be set back from the protected
structure for perimeter protection. Any alignment change

shall have a minimum radius of curvature equal to at least
half the maximum inundation depth.

2. For overtopping or partial impedance to inundation, at a
minimum the barrier limits shall protect the structure from
inundation flow based on an approach angle of �22.5
degrees from the shoreline. The flow approach angle
shall be evaluated in accordance with Sections 6.8.6.1 and
6.8.6.2.

6.14 TSUNAMI VERTICAL EVACUATION REFUGE
STRUCTURES

Tsunami Vertical Evacuation Refuge Structures designated as a
means of alternative evacuation by the Authority Having Juris-
diction shall be designed in accordance with the additional
requirements of this section.

6.14.1 Minimum Inundation Elevation and Depth. Tsunami
refuge floors shall be located not less than the greater of 10 ft
(3.05 m) or one-story height above 1.3 times the Maximum
Considered Tsunami inundation elevation at the site as
determined by a site-specific inundation analysis, as indicated
in Fig. 6.14-1. This same Maximum Considered Tsunami site-
specific inundation elevation, factored by 1.3, shall also be used
for design of the Tsunami Vertical Evacuation Refuge Structure
in accordance with Sections 6.8 to 6.12.

6.14.2 Refuge Live Load. An assembly live load, Lrefuge, of
100 psf (4.8 kPa) shall be used in any designated evacuation floor
area within a tsunami refuge floor level.

6.14.3 Laydown Impacts. Where the maximum inundation
depth exceeds 6 ft (1.83 m), the laydown impact of adjacent
pole structures collapsing onto occupied portions of the building
shall be considered.

6.14.4 Information on Construction Documents. Construc-
tion documents shall include tsunami design criteria and the
occupancy capacity of the tsunami refuge area. Floor plans shall
indicate all refuge areas of the facility and exiting routes from
each area. The latitude and longitude coordinates of the building
shall be recorded on the construction documents.

6.14.5 Peer Review. Design shall be subject to independent
peer review by an appropriately licensed design professional who
shall present a written report to the Authority Having Jurisdiction
as to the design’s compliance with the requirements of this
standard.

FIGURE 6.14-1 Minimum Refuge Level Elevation [1 ft= 0.305 m]
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6.15 DESIGNATED NONSTRUCTURAL
COMPONENTS AND SYSTEMS

6.15.1 Performance Requirements. Designated nonstructural
components and systems in structures located in the Tsunami
Design Zone shall be either protected from tsunami inundation
effects or positioned in the structure above the inundation
elevation of the Maximum Considered Tsunami, such that the
designated nonstructural components and systems will be
capable of performing their critical function during and after
the Maximum Considered Tsunami. Tsunami barriers used as
inundation protection shall have a top-of-wall elevation that is
not less than 1.3 times the maximum inundation elevation at the
barrier. The tsunami barrier shall also satisfy the requirements of
Section 6.13. Alternatively, it shall be permitted to design the
designated nonstructural components and systems directly for
tsunami effects, provided that inundation would not inhibit them
from performing their critical function during and after the
Maximum Considered Tsunami.

6.16 NONBUILDING TSUNAMI RISK CATEGORY III
AND IV STRUCTURES

6.16.1 Requirements for Tsunami Risk Category III
Nonbuilding Structures. Tsunami Risk Category III
nonbuilding structures located in the Tsunami Design Zone
shall be either protected from tsunami inundation effects or
designed to withstand the effects of tsunami loads in
accordance with Section 6.8 of this chapter and in accordance
with the specific performance requirements of Section 6.8.3.
Tsunami barriers used as inundation protection shall have a top-
of-wall elevation that is not less than 1.3 times the maximum
inundation elevation at the barrier. The tsunami barrier shall also
satisfy the requirements of Section 6.13.

6.16.2 Requirements for Tsunami Risk Category IV
Nonbuilding Structures. Tsunami Risk Category IV
designated nonstructural systems in nonbuilding structures
located in the Tsunami Design Zone shall be (1) protected from
tsunami inundation effects, (2) positioned above 1.3 times the
inundation elevation of the Maximum Considered Tsunami in such

a manner that the Tsunami Risk Category IV nonbuilding structure
will be capable of performing its critical function during and after
the Maximum Considered Tsunami, or (3) designed to withstand
the effects of tsunami loads in accordance with Section 6.8 of this
chapter and the specific performance requirements of Section 6.8.3.
Tsunami barriers used as inundation protection shall have a top-of-
wall elevation that is not less than 1.3 times the maximum
inundation elevation at the barrier. The tsunami barrier shall
also satisfy the requirements of Section 6.13.

6.17 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

This section lists the consensus standards and other documents
that shall be considered part of this standard to the extent
referenced in this chapter. Those referenced documents identified
by an asterisk (*) are not consensus standards; rather, they are
documents developed within the industry and represent accept-
able procedures for design and construction to the extent referred
to in the specified section.
AASHTO Guide Specifications and Commentary for Vessel

Collision Design of Highway Bridges, 2nd Ed., American As-
sociation of State Highway and Transportation Officials, 2009,
with 2010 Interim Revisions.
Cited in: Section 6.11.5
AASHTO M288-06, Standard Specification for Geotextile

Specification for Highway Applications, American Association
of State Highway and Transportation Officials, 2006.
Cited in: Section 6.12.4.4
ASCE/SEI 24-05, Flood Resistant Design and Construction,

American Society of Civil Engineers, 2005.
Cited in: Section 6.12.4.1
ASCE/SEI 41-13, Seismic Evaluation and Retrofit of Existing

Buildings, American Society of Civil Engineers, 2014.
Cited in: Sections 6.8.3.5.2.2 and 6.13.2.1
*NOAA Technical Memorandum OAR PMEL-135,

Standards, Criteria, and Procedures for NOAA Evaluation of
Tsunami Numerical Models, National Oceanic and Atmospheric
Administration, Pacific Marine Environmental Laboratory, 2007.
Cited in: Section 6.7.6.7.2

50 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



CHAPTER 7

SNOW LOADS

7.1 DEFINITIONS AND SYMBOLS

7.1.1 Definitions
DRIFT: The accumulation of wind-driven snow that results in

a local surcharge load on the roof structure at locations such as a
parapet or roof step.

FLAT ROOF SNOW LOAD: Uniform load for flat roofs.
FREEZER BUILDINGS: Buildings in which the inside

temperature is kept at or below freezing. Buildings with an air
space between the roof insulation layer above and a ceiling of the
freezer area below are not considered freezer buildings.

GROUND SNOW LOAD: The site-specific weight of the
accumulated snow at the ground level used to develop roof snow
loads on the structure. It generally has a 50-year mean recurrence
interval.

MINIMUM SNOW LOAD: Snow load on low sloped roofs,
including the roof snow load immediately after a single snow
storm without wind.

PONDING: Refer to definitions in Chapter 8, Rain Loads
PONDING INSTABILITY: Refer to definitions in Chapter 8,

Rain Loads.
R-VALUE: Ameasure of the resistance to heat flow through a

roof component or assembly per unit area.
SLIPPERY SURFACE: Membranes with a smooth surface,

e.g., glass, metal, or rubber. Membranes with an embedded aggre-
gate or mineral granule surface are not considered a slippery surface.

SLOPED ROOF SNOWLOAD:Uniform load on horizontal
projection of a sloped roof, also known as the balanced load.

VENTILATED ROOF: Roof that allows exterior air to
naturally circulate between the roof surface above and the
insulation layer below. The exterior air commonly flows from
the eave to the ridge.

7.1.2 Symbols

Ce = exposure factor as determined from Table 7.3-1.
Cs = slope factor as determined from Fig. 7.4-1.
Ct = thermal factor as determined from Table 7.3-2.
h = vertical separation distance in feet (m) between the

edge of a higher roof including any parapet and the
edge of a lower adjacent roof excluding any parapet.

hb = height of balanced snow load determined by divid-
ing ps by γ, in ft (m).

hc = clear height from top of balanced snow load to
(1) closest point on adjacent upper roof, (2) top of
parapet, or (3) top of a projection on the roof, in ft (m).

hd = height of snow drift, in ft (m).
hd1 or hd2 = heights of snow drifts, in ft (m), where two inter-

secting snow drifts can form.
ho = height of obstruction above the surface of the roof,

in ft (m).
Is = importance factor as prescribed in Section 7.3.3.

lu = length of the roof upwind of the drift, in ft (m).
pd = maximum intensity of drift surcharge load, in lb∕ft2

(kN∕m2).
pf = snow load on flat roofs (“flat”= roof slope ≤ 5°), in

lb∕ft2 (kN∕m2).
pg = ground snow load as determined from Fig. 7.2-1 and

Table 7.2-1; or a site-specific analysis, in lb∕ft2
(kN∕m2).

pm = minimum snow load for low-slope roofs, in lb∕ft2
(kN∕m2).

ps = sloped roof (balanced) snow load, in lb∕ft2 (kN∕m2).
s = horizontal separation distance in ft (m) between the

edges of two adjacent buildings.
S = roof slope run for a rise of one.
w = width of snow drift, in ft (m).

w1 or w2 = widths of snow drifts, in ft (m), where two inter-
secting snow drifts can form.

W = horizontal distance from eave to ridge, in ft (m).
γ = snow density, in lb∕ft3 (kN∕m3), as determined

from Eq. (7.7-1).

θ = roof slope on the leeward side, in degrees.

7.2 GROUND SNOW LOADS, pg

Ground snow loads, pg, to be used in the determination of design
snow loads for roofs shall be as set forth in Fig. 7.2-1 for the
contiguous United States and Table 7.2-1 for Alaska. Site-
specific case studies shall be made to determine ground snow
loads in areas designated CS in Fig. 7.2-1 (see also Tables 7.2-2
through 7.2-8). Ground snow loads for sites at elevations above
the limits indicated in Fig. 7.2-1 and for all sites within the CS
areas shall be approved by the Authority Having Jurisdiction.
Ground snow load determination for such sites shall be based on
an extreme value statistical analysis of data available in the
vicinity of the site using a value with a 2% annual probability of
being exceeded (50-year mean recurrence interval).

Snow loads are zero for Hawaii, except in mountainous
regions as determined by the Authority Having Jurisdiction.

The importance factor times the ground snow load, Ispg, shall be
used as the balanced snow load for snow accumulation surfaces,
such as decks, balconies, and other near-ground level surfaces or
roofs of subterranean spaces, whose height above the ground
surface is less than the depth of the ground snow, hg (hg = pg∕γ).

7.3 FLAT ROOF SNOW LOADS, pf

The flat roof snow load, pf , shall be calculated in lb∕ft2 (kN∕m2)
using the following formula:

pf = 0.7CeCtIspg (7.3-1)
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7.3.1 Exposure Factor, Ce . The value for Ce shall be
determined from Table 7.3-1.

7.3.2 Thermal Factor, Ct . The value for Ct shall be determined
from Table 7.3-2.

7.3.3 Importance Factor, Is. The value for Is shall be determined
from Table 1.5-2 based on the Risk Category from Table 1.5-1.

7.3.4 Minimum Snow Load for Low-Slope Roofs, pm . A
minimum roof snow load, pm, shall only apply to monoslope,

Note: See Table 7.2-2 for Colorado; see Table 7.2-3 for Idaho; see Table 7.2-4 for Montana; see Table 7.2-5 for Washington; see Table 7.2-6 for New Mexico; see
Table 7.2-7 for Oregon; see Table 7.2-8 for New Hampshire.

FIGURE 7.2-1 Ground Snow Loads, pg, for the United States (lb∕ft2)
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hip, and gable roofs with slopes less than 15° and to
curved roofs where the vertical angle from the eaves to the
crown is less than 10°. The minimum roof snow load
for low-slope roofs shall be obtained using the following
formula:

Where pg is 20 lb∕ft2 (0.96 kN∕m2) or less:

pm = Ispg ðImportance Factor times pgÞ

Where pg exceeds 20 lb∕ft2 (0.96 kN∕m2):

pm = 20ðIsÞ ð20 lb∕ft2 times Importance FactorÞ

pm = 0.96ðIsÞð0.96 kN∕m2 times Importance FactorÞ
This minimum roof snow load is a separate uniform load case.

It need not be used in determining or in combination with drift,
sliding, unbalanced, or partial loads.

FIGURE 7.2-1 (Continued )
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7.4 SLOPED ROOF SNOW LOADS, ps

Snow loads acting on a sloping surface shall be assumed to act on
the horizontal projection of that surface. The sloped roof
(balanced) snow load, ps, shall be obtained by multiplying the
flat roof snow load, pf , by the roof slope factor, Cs:

ps =Cspf (7.4-1)

Values of Cs for warm roofs, cold roofs, curved roofs, and
multiple roofs are determined from Sections 7.4.1 through 7.4.4.
The thermal factor, Ct, from Table 7.3-2 determines if a roof is
“cold” or “warm.” “Slippery surface” values shall be used only
where the roof’s surface is unobstructed and sufficient space is
available below the eaves to accept all the sliding snow. A roof shall
be considered unobstructed if no objects exist on it that prevent
snow on it from sliding. Roof areas with snow retention devices
shall not be considered unobstructed. Slippery surfaces shall include
metal, slate, glass, and bituminous, rubber, and plastic membranes
with a smooth surface. Membranes with an embedded aggregate or
mineral granule surface shall not be considered smooth. Asphalt
shingles, wood shingles, and shakes shall not be considered slippery.

7.4.1 Warm Roof Slope Factor, Cs. For warm roofs (Ct ≤ 1.0
as determined from Table 7.3-2) with an unobstructed slippery
surface that allows snow to slide off the eaves, the roof slope
factor Cs shall be determined using the dashed line in Fig. 7.4-1a,
provided that for nonventilated warm roofs, their thermal
resistance (R-value) equals or exceeds 30 ft2 hr°F∕Btu
(5.3°Cm2∕W) and for warm ventilated roofs, their R-value
equals or exceeds 20 ft2 hr°F∕Btu (3.5°Cm2∕W). Exterior air
shall be able to circulate freely under a ventilated roof from its
eaves to its ridge. For warm roofs that do not meet the
aforementioned conditions, the solid line in Fig. 7.4-1a shall
be used to determine the roof slope factor Cs.

7.4.2 Cold Roof Slope Factor, Cs. Cold roofs are those with a
Ct > 1.0 as determined from Table 7.3-2. For cold roofs with
Ct = 1.1 and an unobstructed slippery surface that allows snow to
slide off the eaves, the roof slope factor Cs shall be determined
using the dashed line in Fig. 7.4-1b. For all other cold roofs with
Ct = 1.1, the solid line in Fig. 7.4-1b shall be used to determine
the roof slope factor Cs. For cold roofs with Ct = 1.2 or larger and
an unobstructed slippery surface that allows snow to slide off the
eaves, the roof slope factor Cs shall be determined using the
dashed line on Fig. 7.4-1c. For all other cold roofs with Ct = 1.2
or larger, the solid line in Fig. 7.4-1c shall be used to determine
the roof slope factor Cs.

7.4.3 Roof Slope Factor for Curved Roofs. Portions of curved
roofs that have a slope exceeding 70° shall be considered free of
snow load (i.e., Cs = 0). Balanced loads shall be determined from
the balanced load diagrams in Fig. 7.4-2 with Cs determined from
the appropriate curve in Fig. 7.4-1.

7.4.4 Roof Slope Factor for Multiple Folded Plate, Sawtooth,
and Barrel Vault Roofs. Multiple folded plate, sawtooth, or
barrel vault roofs shall have a Cs = 1.0, with no reduction in snow
load because of slope (i.e., ps = pf ).

7.4.5 Ice Dams and Icicles along Eaves. Two types of warm
roofs that drain water over their eaves shall be capable of sus-
taining a uniformly distributed load of 2pf on all overhanging
portions: those that are unventilated and have an R-value less
than 30 ft2 hr°F∕Btu (5.3°Cm2∕W) and those that are ventilated
and have an R-value less than 20 ft2 hr°F∕Btu (3.5°Cm2∕W).
The load on the overhang shall be based upon the flat roof snow
load for the heated portion of the roof upslope of the exterior
wall. No other loads except dead loads shall be present on the
roof when this uniformly distributed load is applied.

7.4.6 Sloped Roof Snow Loads for Air-Supported
Structures. Roof snow loading for air-supported structures
with vinyl coated exterior fabric shall be as shown in Fig. 7.4-3.

7.5 PARTIAL LOADING

The effect of having selected spans loaded with the balanced
snow load and remaining spans loaded with half the balanced
snow load shall be investigated as follows:

7.5.1 Continuous Beam Systems. Continuous beam systems
shall be investigated for the effects of the three loadings shown in
Fig. 7.5-1:

Case 1: Full balanced snow load on either exterior span and
half the balanced snow load on all other spans.

Case 2: Half the balanced snow load on either exterior span
and full balanced snow load on all other spans.

Case 3: All possible combinations of full balanced snow load
on any two adjacent spans and half the balanced snow load
on all other spans. For this case, there will be (n–1) possible
combinations where n equals the number of spans in the
continuous beam system.

If a cantilever is present in any of the above cases, it shall be
considered to be a span.

Table 7.2-1 Ground Snow Loads, pg , for Alaskan Locations

pg pg pg

Location lb∕ft2 kN∕m2 Location lb∕ft2 kN∕m2 Location lb∕ft2 kN∕m2

Adak 30 1.4 Galena 60 2.9 Petersburg 150 7.2
Anchorage 50 2.4 Gulkana 70 3.4 St. Paul 40 1.9
Angoon 70 3.4 Homer 40 1.9 Seward 50 2.4
Barrow 25 1.2 Juneau 60 2.9 Shemya 25 1.2
Barter 35 1.7 Kenai 70 3.4 Sitka 50 2.4
Bethel 40 1.9 Kodiak 30 1.4 Talkeetna 120 5.8
Big Delta 50 2.4 Kotzebue 60 2.9 Unalakleet 50 2.4
Cold Bay 25 1.2 McGrath 70 3.4 Valdez 160 7.7
Cordova 100 4.8 Nenana 80 3.8 Whittier 300 14.4
Fairbanks 60 2.9 Nome 70 3.4 Wrangell 60 2.9
Fort Yukon 60 2.9 Palmer 50 2.4 Yakutat 150 7.2
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Table 7.2-2 Ground Snow Loads for Selected Locations in
Colorado

City/Town County
Ground Snow
Load (lb∕ft2) Elevation (ft)

East of I-25 and under
4,500 ft

30 <4,500

Alamosa Alamosa 25 7,540
Aspen Pitkin 75 7,890
Aurora Arapahoe 40 5,400
Beaver Creek Eagle 75 8,080
Boulder Boulder 40 5,330
Breckenridge Summit 80 9,600
Brighton Adams 35 4,980
Buena Vista Chaffee 35 7,960
Cañon City Fremont 35 5,350
Castle Rock Douglas 45 6,220
Central City Gilpin 85 8,510
Colorado Springs El Paso 45 6,010
Copper Mountain Summit 80 9,700
Cortez Montezuma 30 6,190
Craig Moffat 30 6,200
Creede Mineral 65 8,800
Cripple Creek Teller 70 9,490
Delta Delta 25 4,960
Denver Denver 35 5,280
Durango La Plata 55 6,530
Eagle Eagle 45 6,600
Estes Park Larimer 65 7,250
Fairplay Park 55 9,950
Fort Collins Larimer 35 5,000
Georgetown Clear Creek 60 8,520
Glenwood Springs Garfield 40 5,760
Golden Jefferson 40 5,670
Granby Grand 55 7,980
Grand Junction Mesa 25 4,590
Greeley Weld 30 4,680
Gunnison Gunnison 45 7,700
Keystone Summit 70 9,170
Leadville Lake 75 10,160
Longmont Boulder 35 4,980
Meeker Rio Blanco 40 6,240
Montrose Montrose 25 5,810
Mount Crested Butte Gunnison 155 9,900
Pagosa Springs Archuleta 75 7,130
Paonia Delta 35 5,680
Pueblo Pueblo 30 4,690
Rifle Garfield 40 5,350
Salida Chaffee 45 7,080
Snowmass Village Pitkin 90 8,210
Steamboat Springs Routt 85 6,730
Telluride San Miguel 75 8,790
Trinidad Las Animas 45 6,030
Vail Eagle 90 8,190
Vail Mountain Eagle 175 10,300
Winter Park Grand 100 9,050

Note: To convert lb∕ft2 to kN∕m2, multiply by 0.0479. To convert feet to
meters, multiply by 0.3048.

1. Statutory requirements of the Authority Having Jurisdiction are not
included in this state ground snow load table.

2. For locations where there is substantial change in altitude over the
jurisdiction, the load applies at and below the cited elevation, with a
tolerance of 100 ft (30 m).

3. For other locations in Colorado, see Colorado Design Snow Loads
2016, Structural Engineers Association of Colorado, http://seacolor-
ado.org, for ground snow loads.

Table 7.2-3 Ground Snow Loads for Selected Locations in
Idaho

City/Town County
Ground Snow
Load (lb∕ft2)

Elevation
(ft)

American Falls Power 24 4,406
Ammon Bonneville 24 4,718
Blackfoot Bingham 28 4,498
Bogus Basin Lodge Ada 137 6,176
Boise Ada 15 2,681
Brundage Mtn. Lodge Valley 207 6,038
Buhl Twin Falls 28 3,769
Burley Cassia 19 4,159
Caldwell Canyon 18 2,376
Chubbuck Bannock 31 4,467
Coeur d’Alene Kootenai 43 2,189
Eagle Ada 18 2,566
Emmett Gem 15 2,363
Fruitland Payette 18 2,226
Garden City Ada 15 2,673
Gooding Gooding 27 3,571
Grangeville Idaho 18 3,400
Hailey Blaine 82 5,323
Hayden Kootenai 62 2,287
Heyburn Minidoka 19 4,146
Homedale Owyhee 16 2,231
Idaho Falls Bonneville 23 4,725
Jerome Jerome 12 3,764
Ketchum Blaine 92 5,846
Kimberly Twin Falls 14 3,924
Kuna Ada 14 2,693
Lewiston Nez Perce 10 994
McCall Valley 157 5,012
Meridian Ada 16 2,605
Middleton Canyon 18 2,400
Montpelier Bear Lake 45 5,986
Moscow Latah 38 2,580
Mountain Home Elmore 15 2,563
Nampa Canyon 15 2,517
Orofino Clearwater 19 1,017
Payette Payette 17 2,148
Pocatello Bannock 31 4,463
Post Falls Kootenai 72 2,183
Preston Franklin 79 4,715
Rathdrum Kootenai 87 2,211
Rexburg Madison 50 4,863
Rigby Jefferson 32 4,851
Rupert Minidoka 18 4,154
St. Anthony Fremont 37 4,963
Salmon Lemhi 15 3,943
Sandpoint Bonner 56 2,101
Schweitzer Basin Lodge Bonner 243 4,175
Shelley Bingham 35 4,629
Silver Mt. Lodge Shoshone 173 5,040
Soda Springs Caribou 70 5,769
Star Ada 16 2,471
Sun Valley Mt. Baldy Blaine 197 9,000
Twin Falls Twin Falls 15 3,734
Weiser Washington 17 2,129
Wendell Gooding 20 3,433

Note: To convert lb∕ft2 to kN∕m2, multiply by 0.0479. To convert feet to
meters, multiply by 0.3048.

1. Statutory requirements of the Authority Having Jurisdiction are not
included in this state ground snow load table.

2. For locations where there is substantial change in altitude over the
jurisdiction, the load applies at and below the cited elevation, with a
tolerance of 100 ft (30 m).

3. For other locations in Idaho, see Al Hatailah, Godfrey, Nielsen and
Sack (2015). “Ground Snow Loads for Idaho,” Dept. of Civil Engi-
neering, Univ. of Idaho, Moscow, ID, http://www.lib.uidaho.edu/
digital/idahosnow/ for ground snow load values.
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Table 7.2-4 Ground Snow Loads for Selected Locations in
Montana

City/Town County
Ground Snow
Load (lb∕ft2) Elevation (ft)

Anaconda Deer Lodge 47 5,676
Baker Fallon 46 2,966
Belgrade Gallatin 33 4,446
Big Mt. Resort Flathead 94 4,464
Big Timber Sweet Grass 37 4,200
Billings Yellowstone 29 3,242
Boulder Jefferson 74 4,948
Bozeman Gallatin 40 4,823
Butte Silver Bow 36 5,824
Chinook Blaine 61 2,418
Choteau Teton 19 3,799
Colstrip Rosebud 18 3,232
Columbia Falls Flathead 71 3,015
Columbus Stillwater 41 3,599
Conrad Pondera 16 3,520
Cut Bank Glacier 17 3,793
Deer Lodge Powell 27 4,593
Dillon Beaverhead 23 5,125
East Helena Lewis and Clark 28 3,904
Forsyth Rosebud 20 2,510
Fort Benton Chouteau 29 2,713
Glasgow Valley 24 2,146
Glendive Dawson 16 2,067
Great Falls Cascade 32 3,399
Hamilton Ravalli 43 3,619
Hardin Big Horn 15 2,904
Havre Hill 49 2,500
Helena Lewis and Clark 27 4,013
Kalispell Flathead 56 2,992
Laurel Yellowstone 36 3,356
Lewis Hgts. Fergus 50 3,914
Libby Lincoln 76 2,198
Livingston Park 33 4,544
Malta Phillips 30 2,284
Manhattan Gallatin 21 4,242
Miles City Custer 25 2,362
Missoula Missoula 34 3,245
Plentywood Sheridan 73 2,080
Polson Lake 63 2,999
Red Lodge Carbon 109 5,610
Ronan Lake 50 3,077
Roundup Musselshell 21 3,209
Shelby Toole 28 3,301
Sidney Richland 27 1,969
Stevensville Ravalli 48 3,399
Thompson Falls Sanders 51 2,507
Three Forks Gallatin 22 4,085
Townsend Broadwater 11 3,868
W. Yellowstone Gallatin 122 6,713
Whitefish Flathead 67 2,999
Wolf Point Roosevelt 24 2,057

Note: To convert lb∕ft2 to kN∕m2, multiply by 0.0479. To convert feet to
meters, multiply by 0.3048.

1. Statutory requirements of the Authority Having Jurisdiction are not
included in this state ground snow load table.

2. For locations where there is substantial change in altitude over the
jurisdiction, the load applies at and below the cited elevation, with a
tolerance of 100 ft (30 m).

3. For other locations in Montana, see Theisen, G. P., M. J. Keller, J. E.
Stephens, F. F. Videon, and J. P. Schilke. (2004). “Snow Loads for
Structural Design in Montana,” Dept. of Civil Engineering, Bozeman,
MT, http://www.coe.montana.edu/snowload/ for ground snow load
values.

Table 7.2-5 Ground Snow Loads for Selected Locations in
Washington

City/Town County
Ground Snow
Load (lb∕ft2) Elevation (ft)

Arlington Snohomish 17 120
Auburn King 20 85
Bainbridge Island Kitsap 15 100
Bellevue King 20 100
Bellingham Watcom 15 100
Bonney Lake Pierce 18 40
Bothell King 20 90
Bremerton Kitsap 15 100
Burien King 16 325
Covington King 20 85
Crystal Mt. Pierce 438 4,380
Des Moines King 18 370
Edmonds Snohomish 20 350
Ellensburg Kittitas 34 1,540
Everett Snohomish 15 110
Federal Way King 20 85
Issaquah King 20 100
Kenmore King 20 90
Kennewick Benton 15 400
Kent King 20 50
Kirkland King 20 180
Lacey Thurston 15 200
Lake Stevens Snohomish 15 250
Lakewood Pierce 15 235
Longview Cowlitz 18 21
Lynnwood Snohomish 22 435
Maple Valley King 23 440
Marysville Snohomish 16 20
Mercer Island King 16 320
Mt. Baker Whatcom 588 4,200
Mt. Spokane Spokane 151 5,800
Mt. Vernon Skagit 15 180
Oak Harbor Island 17 120
Olympia Thurston 15 130
Pasco Franklin 15 383
Pullman Whitman 30 2,400
Puyallup Pierce 18 40
Redmond King 20 120
Renton King 20 15
Richland Benton 15 359
Sammamish King 28 520
SeaTac King 22 440
Seattle King 20 350
Shoreline King 22 450
Snoqualmie Pass Kittitas 433 3,000
Spokane Spokane 39 2,000
Spokane Valley Spokane 39 2,000
Stevens Pass Chelan 400 4,060
Tacoma Pierce 21 380
Tukwila King 16 325
Univ. Place Pierce 20 400
Vancouver Clark 20 150
Walla Walla Walla Walla 18 1,000
Wenatchee Chelan 22 780
White Pass Yakima 244 4,720
Yakima Yakima 19 1,066

Note: To convert lb∕ft2 to kN∕m2, multiply by 0.0479. To convert feet to
meters, multiply by 0.3048.

1. Statutory requirements of the Authority Having Jurisdiction are not
included in this state ground snow load table.

2. For locations where there is substantial change in altitude over the
jurisdiction, the load applies at and below the cited elevation, with a
tolerance of 100 ft (30 m).

3. For other locations in Washington, see Structural Engineers Associa-
tion of Washington (1995). “Snow Load Analysis for Washington,”
Seattle, WA, www.seaw.org, for ground snow load values.
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Partial load provisions need not be applied to structural
members that span perpendicular to the ridgeline in gable roofs
with slopes between ½ on 12 (2.38°) and 7 on 12 (30.3°).

7.5.2 Other Structural Systems. Areas sustaining only half the
balanced snow load shall be chosen so as to produce the greatest
effects on members being analyzed.

7.6 UNBALANCED ROOF SNOW LOADS

Balanced and unbalanced loads shall be analyzed separately.
Winds from all directions shall be accounted for when establish-
ing unbalanced loads.

7.6.1 Unbalanced Snow Loads for Hip and Gable Roofs. For
hip and gable roofs with a slope exceeding 7 on 12 (30.2°) or with a
slope less than ½ on 12 (2.38°), unbalanced snow loads are not
required to be applied. Roofs with an eave to ridge distance, W , of
20 ft (6.1 m) or less that have simply supported prismatic members
spanning from ridge to eave shall be designed to resist an
unbalanced uniform snow load on the leeward side equal to Ipg.
For these roofs, the windward side shall be unloaded. For all other
gable roofs, the unbalanced load shall consist of 0.3ps on the

Table 7.2-6 Ground Snow Loads for Selected Locations in
New Mexico

City/Town County
Ground Snow
Load (lb∕ft2)

Elevation
(ft)

Alamogordo Otero 4 4,300
Albuquerque Bernalillo 18 5,000
Artesia Eddy 10 3,400
Aztec San Juan 10 5,600
Bloomfield San Juan 9 5,500
Carlsbad Eddy 10 3,100
Clovis Curry 10 4,300
Corrales Sandoval 9 5,000
Deming Luna 8 4,300
Espanola Rio Arriba 10 5,600
Farmington San Juan 10 5,300
Gallup McKinley 13 6,500
Grants Cibola 16 6,450
Hobbs Lea 10 3,600
Jemez Sandoval 18 6,200
Las Cruces Dona Ana 9 3,900
Las Vegas San Miguel 22 6,400
Los Alamos Los Alamos 30 7,300
Los Lunas Valencia 6 4,900
Portales Roosevelt 9 4,000
Red Rock Grant 4 6,800
Roswell Chaves 14 3,600
Ruidoso Lincoln 25 6,700
Santa Fe Santa Fe 15 7,000
Shiprock San Juan 9 4,900
Socorro Socorro 13 4,600
Zuni McKinley 14 6,300

Note: To convert lb∕ft2 to kN∕m2, multiply by 0.0479. To convert feet to
meters, multiply by 0.3048.

1. Statutory requirements of the Authority Having Jurisdiction are not
included in this state ground snow load table.

2. For locations where there is substantial change in altitude over the
jurisdiction, the load applies at and below the cited elevation, with a
tolerance of 100 ft (30 m).

3. For other locations in New Mexico, see Maji, A. K. (1999). “Ground
Snow Load Database for New Mexico,” Dept. of Civil Engineering,
University of New Mexico, Albuquerque, NM, http://www.seanm.org/
files/snowload.pdf for ground snow load values.

Table 7.2-7 Ground Snow Loads for Selected Locations in
Oregon

City/Town County
Ground Snow
Load (lb∕ft2)

Elevation
(ft)

Antelope Wasco 17 2,840
Ashland Jackson 13 1,990
Astoria Clatsop 11 10
Baker City Baker 17 3,450
Bandon Coos 0 20
Bend Deschutes 20 3,660
Black Butte Deschutes 19 970
Bonneville Dam Hood River 44 60
Brookings Curry 1 50
Burns Harney 20 4,140
Corvallis Benton 14 230
Crater Lake Klamath 461 6,470
Crescent Lake Klamath 154 4,760
Dallas Polk 20 290
Detroit Marion 78 1,730
Diamond Lake Klamath 10 4,160
Enterprise Wallowa 26 3,280
Eugene Lane 12 360
Forest Grove Washington 17 180
Fossil Wheeler 21 2,650
Government Camp Clackamas 321 3,980
Grants Pass Josephine 6 920
Heppner Morrow 17 1,880
Hood River Hood River 43 500
John Day Baker 8 500
Joseph Wallowa 16 4,020
Klamath Falls Klamath 23 4,100
La Grande Union 15 2,750
Lakeview Lake 47 4,780
Madras Jefferson 17 2,440
Medford Jackson 4 1,460
Mitchell Wheeler 46 3,980
Newport Lincoln 2 140
North Bend Coos 2 10
Ontario Malheur 15 2,140
Parkdale Hood River 79 1,720
Pendleton Umatilla 30 1,040
Portland Multnomah 11 30
Prineville Crook 15 2,840
Redmond Deschutes 16 3,060
Roseburg Douglas 7 420
Salem Marion 9 200
Santiam Pass Linn 481 4,750
Seaside Clatsop 3 10
Sisters Deschutes 30 3,180
The Dalles Wasco 24 100
Troutdale Multnomah 12 30
Vale Malheur 17 2,240
Vernonia Columbia 35 840
Zig Zag Clackamas 70 1,440

Note: To convert lb∕ft2 to kN∕m2, multiply by 0.0479. To convert feet to
meters, multiply by 0.3048.

1. Statutory requirements of the Authority Having Jurisdiction are not
included in this state ground snow load table.

2. For locations where there is substantial change in altitude over the
jurisdiction, the load applies at and below the cited elevation, with a
tolerance of 100 ft (30 m).

3. For other locations in Oregon, see “Snow Load Analysis for Oregon,”
4th Ed., November 2013, Structural Engineers Association of Oregon
and the PRISM Climate Group of Oregon State University, http://
snowload.seao.org/lookup.html, for ground snow load values.
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windward side, ps on the leeward side plus a rectangular surcharge
with magnitude hdγ∕

ffiffiffi
S

p
and horizontal extent from the ridge

8hd
ffiffiffi
S

p
∕3 where hd is the drift height from Fig. 7.6-1 with lu

equal to the eave to ridge distance for the windward portion of
the roof, W . For W less than 20 ft (6.1 m), use W = lu = 20 ft
(6.1 m) in Fig. 7.6-1. Balanced and unbalanced loading diagrams
are presented in Fig. 7.6-2.

Table 7.2-8 Ground Snow Loads for Selected Locations in
New Hampshire

Town County
Ground Snow
Load (lb∕ft2)

Elevation
(ft.)

Amherst Hillsborough 70 600
Atkinson Rockingham 55 400
Barrington Strafford 70 500
Bedford Hillsborough 70 700
Belmont Belknap 80 900
Berlin Coos 100 1,600
Bow Merrimack 75 800
Claremont Sullivan 85 1,100
Concord Merrimack 70 600
Conway Carroll 95 900
Derry Rockingham 65 600
Dover Strafford 60 200
Durham Strafford 55 150
Epping Rockingham 55 300
Exeter Rockingham 50 200
Farmington Strafford 85 800
Franklin Merrimack 75 700
Gilford Belknap 90 1,200
Goffstown Hillsborough 75 800
Hampstead Rockingham 55 300
Hampton Rockingham 50 150
Hanover Grafton 75 1,300
Hollis Hillsborough 60 500
Hooksett Merrimack 70 600
Hudson Hillsborough 60 400

Keene Cheshire 70 900
Laconia Belknap 80 900
Lebanon Grafton 80 1,200
Litchfield Hillsborough 60 250
Londonderry Rockingham 65 500
Manchester Hillsborough 70 500
Merrimack Hillsborough 60 400
Milford Hillsborough 70 600
Nashua Hillsborough 60 400
Newmarket Rockingham 50 200
Newport Sullivan 85 1,200
Pelham Hillsborough 55 400
Pembroke Merrimack 70 700
Plaistow Rockingham 55 300
Plymouth Grafton 75 900
Portsmouth Rockingham 50 100
Raymond Rockingham 60 500
Rochester Strafford 70 500
Salem Rockingham 55 300
Seabrook Rockingham 50 100
Somersworth Strafford 60 250
Stratham Rockingham 50 150
Swanzey Cheshire 65 800
Weare Hillsborough 80 900
Windham Rockingham 60 400

Note: To convert lb∕ft2 to kN∕m2, multiply by 0.0479. To convert feet to meters, multiply by 0.3048.
1. Statutory requirements of the Authority Having Jurisdiction are not included in this state ground snow load table.
2. These loads only apply at the elevation listed. For lower elevations, the ground snow load shall be decreased by 2.1 lb/ft2 for every 100 ft of elevation difference

(0.32 kN/m2 for every 100 m of elevation difference). For higher elevation up to an elevation of 2,500 ft, the ground snow load shall be increased at the same rate.
Ground snow loads calculated for a site-specific elevation different than that listed in the table should be rounded to the nearest 5 lb/ft2 (0.25 kN∕m2)

3. For other locations in New Hampshire, see Tobiasson, W., Buska, J., Greatorex, A., Tirey, J., Fisher, J., and Johnson, S., (2002). “Ground snow loads for New
Hampshire.” U.S. Army Corps of Engineers, Engineering Research and Development Center (ERDC), Cold Regions Research and Engineering Laboratory
(CRREL) Technical Report ERDL/CRREL TR-02-6. Hanover, NH, http://www.senh.org/public-links or http://www.erdc.usace.army.mil/Locations/ColdRe-
gionsResearchandEngineeringLaboratory/Publications.aspx, for ground snow load values.

Town County
Ground Snow
Load (lb∕ft2)

Elevation
(ft.)

Table 7.3-1 Exposure Factor, Ce

Surface Roughness Category

Exposure of Roofa

Fully
Exposed

Partially
Exposed Sheltered

B (see Section 26.7) 0.9 1.0 1.2
C (see Section 26.7) 0.9 1.0 1.1
D (see Section 26.7) 0.8 0.9 1.0
Above the tree line in windswept
mountainous areas

0.7 0.8 NA

In Alaska, in areas where trees do not
exist within a 2-mi (3-km) radius of
the site

0.7 0.8 NA

The terrain category and roof exposure condition chosen shall be representa-
tive of the anticipated conditions during the life of the structure. An exposure
factor shall be determined for each roof of a structure.
aDefinitions: Partially Exposed: All roofs except as indicated in the following
text. Fully Exposed: Roofs exposed on all sides with no shelterb afforded by
terrain, higher structures, or trees. Roofs that contain several large pieces of
mechanical equipment, parapets that extend above the height of the balanced
snow load (hb), or other obstructions are not in this category. Sheltered: Roofs
located tight in among conifers that qualify as obstructions.
bObstructions within a distance of 10ho provide “shelter,” where ho is the
height of the obstruction above the roof level. If the only obstructions are a
few deciduous trees that are leafless in winter, the “fully exposed” category
shall be used. Note that these are heights above the roof. Heights used to
establish the Exposure Category in Section 26.7 are heights above the ground.

Table 7.3-2 Thermal Factor, Ct

Thermal Conditiona Ct

All structures except as indicated below 1.0
Structures kept just above freezing and others with cold,
ventilated roofs in which the thermal resistance (R-value)
between the ventilated space and the heated space exceeds
25°F × h × ft2∕Btu (4.4 K ×m2∕W)

1.1

Unheated and open air structures 1.2
Freezer building 1.3
Continuously heated greenhousesb with a roof having a
thermal resistance (R-value) less than 2.0°F × h × ft2∕Btu
(0.4 K ×m2∕W)

0.85

aThese conditions shall be representative of the anticipated conditions during
winters for the life of the structure.
bGreenhouses with a constantly maintained interior temperature of 50°F
(10°C) or more at any point 3 ft (0.9 m) above the floor level during winters
and having either a maintenance attendant on duty at all times or a tempera-
ture alarm system to provide warning in the event of a heating failure.
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7.6.2 Unbalanced Snow Loads for Curved Roofs. Portions of
curved roofs that have a slope exceeding 70° shall be considered
free of snow load. If the slope of a straight line from the eaves (or
the 70° point, if present) to the crown is less than 10° or greater
than 60°, unbalanced snow loads shall not be taken into account.

Unbalanced loads shall be determined according to the loading
diagrams in Fig. 7.4-2. In all cases, the windward side shall be
considered free of snow. If the ground or another roof abuts a Case
II or Case III (see Fig. 7.4-2) curved roof at or within 3 ft (0.9 m) of
its eaves, the snow load shall not be decreased between the 30°
point and the eaves but shall remain constant at the 30° point value.
This distribution is shown as a dashed line in Fig. 7.4-2.

7.6.3 Unbalanced Snow Loads for Multiple Folded Plate,
Sawtooth, and Barrel Vault Roofs. Unbalanced loads shall be
applied to folded plate, sawtooth, and barrel-vaulted multiple
roofs with a slope exceeding 3∕8 in: on 12 (1.79°). According to
Section 7.4.4, Cs = 1.0 for such roofs, and the balanced snow
load equals pf . The unbalanced snow load shall increase from
one-half the balanced load at the ridge or crown (i.e., 0.5pf ) to
two times the balanced load given in Section 7.4.4 divided by Ce
at the valley (i.e., 2pf ∕Ce). Balanced and unbalanced loading
diagrams for a sawtooth roof are presented in Fig. 7.6-3.
However, the snow surface above the valley shall not be at an
elevation higher than the snow above the ridge. Snow depths
shall be determined by dividing the snow load by the density of
that snow from Eq. (7.7-1), which is in Section 7.7.1.

7.6.4 Unbalanced Snow Loads for Dome Roofs. Unbalanced
snow loads shall be applied to domes and similar rounded
structures. Snow loads, determined in the same manner as for
curved roofs in Section 7.6.2, shall be applied to the downwind
90° sector in plan view. At both edges of this sector, the load
shall decrease linearly to zero over sectors of 22.5° each. There
shall be no snow load on the remaining 225° upwind sector.

7.7 DRIFTS ON LOWER ROOFS (AERODYNAMIC
SHADE)

Roofs shall be designed to sustain localized loads from
snowdrifts that form in the wind shadow of (1) higher

portions of the same structure and (2) adjacent structures
and terrain features.

7.7.1 Lower Roof of a Structure. Snow that forms drifts comes
from a higher roof or, with the wind from the opposite direction,
from the roof onwhich the drift is located. These two kinds of drifts
(“leeward” and “windward,” respectively) are shown in Fig. 7.7-1.
The geometry of the surcharge load due to snow drifting shall be
approximated by a triangle, as shown in Fig. 7.7-2. Drift loads shall
be superimposed on the balanced snow load. If hc∕hb is less than
0.2, drift loads are not required to be applied.

For leeward drifts, the drift height hd shall be determined
directly from Fig. 7.6-1 using the length of the upper roof and the
Snow Importance Factor from Table 1.5-2. However, the drift
height need not be taken as larger than 60% of the length of the
lower level roof. For windward drifts, the drift height shall be
determined by substituting the length of the lower roof for lu in
Fig. 7.6-1 and using three-quarters of hd as determined from
Fig. 7.6-1 as the drift height. The larger of these two heights shall
be used in design. If this height is equal to or less than hc, the drift
width, w, shall equal 4hd and the drift height shall equal hd. If this
height exceeds hc, the drift width, w, shall equal 4h2d∕hc and the
drift height shall equal hc. However, the drift width, w, shall not
be greater than 8hc. If the drift width, w, exceeds the width of the
lower roof, the drift shall taper linearly to zero at the far end of the
lower level roof. The maximum intensity of the drift surcharge
load, pd, equals hdγ where snow density, γ, is defined in
Eq. (7.7-1):

γ= 0.13pgþ14 but notmore than 30 lb∕ft3 (7.7-1)

γ= 0.426pgþ2.2; but not more than 4.7 kN∕m3 (7.7-1.si)

This density shall also be used to determine hb by dividing ps
by γ (in SI: also multiply by 102 to get the depth in m).

7.7.2 Adjacent Structures. If the horizontal separation
distance between adjacent structures, s, is less than 20 ft (6.1 m)
and less than six times the vertical separation distance (s < 6 h),

FIGURE 7.4-1 Graphs for Determining Roof Slope Factor, Cs , for Warm and Cold Roofs (See Table 7.3-2 for Ct Definitions)
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then the requirements for the leeward drift of Section 7.7.1 shall
be used to determine the drift load on the lower structure. The
height of the snow drift shall be the smaller of hd, based upon
the length of the adjacent higher structure, and ð6h − sÞ∕6. The
horizontal extent of the drift shall be the smaller of 6hd or
(6h − s).
For windward drifts, the requirements of Section 7.7.1 shall be

used. The resulting drift is permitted to be truncated.

7.7.3 Intersecting Drifts at Low Roofs. At reentrant corners
and parapet wall corners, the provisions in Section 7.7.1 shall be
used to determine the individual snow drift geometry. Where the
two snowdrifts intersect, the larger snowdrift shall govern, as

FIGURE 7.4-2 Balanced and Unbalanced Loads for Curved Roofs

FIGURE 7.4-3 Sloped Roof Snow Load for Air-Supported
Structures
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shown in Fig. 7.7-3. Intersecting snowdrift loads shall be
considered to occur concurrently, except that the two drift
loads need not be superimposed.

For leeward intersecting snowdrifts at reentrant corners, the
length of the upper roof applicable for each snowdrift shall be

used with lu parallel to w1 for the first drift and lu parallel to w2
for the second drift. For windward snowdrifts, the lengths of the
lower roof shall be used for lu.

7.8 ROOF PROJECTIONS AND PARAPETS

The method in Section 7.7.1 shall be used to calculate drift
loads on all sides of roof projections and at parapet walls.
The height of such drifts shall be taken as three-quarters the
drift height from Fig. 7.6-1 (i.e., 0.75hd). For parapet walls,
lu shall be taken equal to the length of the roof upwind of
the wall. For roof projections, lu shall be taken equal to the
greater of the length of the roof upwind or downwind of the
projection.

EXCEPTION:Drift loads shall not be required where the side
of the roof projection is less than 15 ft (4.6 m) or the clear
distance between the height of the balanced snow load, hb, and
the bottom of the projection (including horizontal supports) is at
least 2 ft (0.61 m).

7.9 SLIDING SNOW

The load caused by snow sliding off a sloped roof onto a lower
roof shall be determined for slippery upper roofs with slopes
greater than ¼ on 12, and for other (i.e., nonslippery) upper roofs
with slopes greater than 2 on 12. The total sliding load per unit
length of eave shall be 0.4pfW , where W is the horizontal
distance from the eave to ridge for the sloped upper roof. The
sliding load shall be distributed uniformly on the lower roof over
a distance of 15 ft (4.6 m) from the upper roof eave. If the width
of the lower roof is less than 15 ft (4.6 m), the sliding load shall
be reduced proportionally.

The sliding snow load shall not be further reduced unless a
portion of the snow on the upper roof is blocked from sliding
onto the lower roof by snow already on the lower roof.

For separated structures, sliding loads shall be considered
when h∕s > 1 and s < 15 ft (s < 4.6 m). The horizontal extent

FIGURE 7.5-1 Partial Loading Diagrams for Continuous Beams

Notes: If lu < 20 ft, use lu =20 ft, except hd for this small fetch case need not be
taken greater than

pðIspg lu∕4γÞ where lu is the actual fetch distance, not the
minimum fetch of 20 ft.
To convert lb∕ft2 to kN∕m2, multiply by 0.0479. To convert feet to meters, multiply
by 0.3048.

FIGURE 7.6-1 Graph and Equation for Determining Drift Height, hd

FIGURE 7.6-2 Balanced and Unbalanced Snow Loads for Hip and
Gable Roofs
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of the sliding load on the lower roof shall be 15 − s with s in feet
(4.6 − s with s in meters), and the load per unit length shall be
0.4pfWð15 − sÞ∕15 with s in feet (0.4pfWð4.6 − sÞ∕4.6 with s in
meters).
Sliding loads shall be superimposed on the balanced snow load

and need not be used in combination with drift, unbalanced,
partial, or rain-on-snow loads.

7.10 RAIN-ON-SNOW SURCHARGE LOAD

For locations where pg is 20 lb∕ft2 (0.96 kN∕m2) or less, but not
zero, all roofs with slopes (in degrees) less than W∕50 with W in
ft (in SI: W∕15.2 with W in m) shall include a 5 lb∕ft2
(0.24 kN∕m2) rain-on-snow surcharge load. This additional load
applies only to the sloped roof (balanced) load case and need not

be used in combination with drift, sliding, unbalanced, minimum,
or partial loads.

7.11 PONDING INSTABILITY

Susceptible bays shall be designed to preclude ponding instabili-
ty. Roof deflections caused by full snow loads shall be evaluated
when determining the likelihood of ponding instability (see
Section 8.4).

7.12 EXISTING ROOFS

Existing roofs shall be evaluated for increased snow loads
caused by additions or alterations. Owners or agents for owners

2 pf/Ce
∗

pf

0.5 pf

Balanced
Load 0

Unbalanced
Load

* May be somewhat less; see Section 7.6.3

0

FIGURE 7.6-3 Balanced and Unbalanced Snow Loads for a Sawtooth Roof

FIGURE 7.7-1 Drifts Formed at Windward and Leeward Steps

FIGURE 7.7-2 Configuration of Snowdrifts on Lower Roofs
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of an existing lower roof shall be advised of the potential
for increased snow loads where a higher roof is constructed
within 20 ft (6.1 m). See footnote to Table 7.3-1 and
Section 7.7.2.

7.13 SNOW ON OPEN-FRAME EQUIPMENT
STRUCTURES

Open-frame equipment structures shall be designed for snow
loads in accordance with Sections 7.13.1 through 7.13.4. The
thermal factor, Ct = 1.2, shall be used in determination of snow
loads for unheated open-frame equipment structures.

7.13.1 Snow at Top Level. Flat roof snow loads (pf ) and drift
loads shall be applied at the top level of the structure where there
is flooring or elements that can retain snow. Open frame
members with a width of more than 8 in. (200 mm) shall be
considered snow retaining surfaces. The top level shall be
designed for snowdrifts in accordance with Sections 7.7 and
7.9 where there are wind walls or equivalent obstructions.

7.13.2 Snow at Levels below the Top Level. At all levels with
flooring (grating, checkered plate, etc.) located below a level with

FIGURE 7.13-1 Open-Frame Equipment Structures

FIGURE 7.7-3 Configuration of Intersecting Snowdrifts
at Lower Roof
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flooring, the flat roof snow load shall be applied over a portion of
that flooring level near any open edge in accordance with
Fig. 7.13-1. The flat roof snow load shall extend from the
upwind edge of the flooring a horizontal distance equal to the
vertical difference in elevation between the level in question and
the next floor above.

7.13.3 Snow Loads on Pipes and Cable Trays. Individual
pipes and cable trays with a diameter (pipe) or width
(tray) less than or equal to 0.73pf ∕γ shall be designed for a
triangular snow load in accordance with Fig. 7.13-2a. Individual
pipes and cable trays with a diameter (pipe) or width (tray)
greater than 0.73pf ∕γ shall be designed for a trapezoidal
snow load in accordance with Fig. 7.13-2b. Snow loads on
pipes are not required to be considered if the wintertime
external surface temperature of the pipe is greater than 45°F
(7.2°C).
Where the spacing between multiple adjacent pipes or cable

trays at the same elevations is less than the height of the flat roof
snow load (pf ∕γ), an additional uniform cornice load of pf shall
be applied in the spaces between the pipes or cable trays, as
shown in Fig. 7.13-3. For Sp ≥ h, the additional cornice loads
need not be applied.

7.13.4 Snow Loads on Equipment and Equipment
Platforms. Snow loads on the structure shall include snow
accumulation on equipment and equipment platforms that can
retain snow. Snow accumulation need not be considered on
equipment with a wintertime external surface temperature
greater than 45°F (7.2°C).

7.14 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

No consensus standards and other documents that shall
be considered part of this standard are referenced in this
chapter.

Note: D , pipe diameter þ2x insulation thickness (as applicable); Pf , flat roof
snow load; θ, assumed angle of repose = 70°

FIGURE 7.13-2a Snow Load on Individual Pipes and Cable Trays
with Diameter or Width Less Than or Equal to 0.73pf ∕γ

Note: D , pipe diameter þ2x insulation thickness (as applicable); Pf , flat roof
snow load; θ, assumed angle of repose = 70°

FIGURE 7.13-2b Snow Load on Individual Pipes and Cable Trays
with Diameter or Width Greater Than 0.73pf ∕γ

FIGURE 7.13-3 Snow Load on Multiple Cable Trays/Pipes at Same Elevation
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CHAPTER 8

RAIN LOADS

8.1 DEFINITIONS AND SYMBOLS

8.1.1 Definitions
CONTROLLED DRAINAGE: System intentionally

regulating the rate of flow through the primary drains.
PONDING: The accumulation of water caused by the deflec-

tion of the roof structure, resulting in added load.
PONDING INSTABILITY: Member instability caused by

progressive deflection due to ponding on roofs.
PRIMARY DRAINAGE SYSTEM: Roof drainage system

through which water is normally conveyed off the roof.
PRIMARY MEMBERS: For the purposes of determining a

susceptible bay, structural members having direct connection to
the columns, including girders, beams, and trusses.

SCUPPER: An opening in the side of a building (typically
through a parapet wall) for the purpose of draining water off
the roof.

SECONDARY DRAINAGE SYSTEM: Roof drainage sys-
tem at an elevation higher than the primary drainage system,
through which water drains off the roof when the primary system
is blocked or not working.

SECONDARY MEMBER: For the purposes of determining
susceptible bays, structural members not having direct connec-
tion to the columns.

SUSCEPTIBLE BAY: A structural bay that is vulnerable to
overload from accumulated water.

8.1.2 Symbols

dh = additional depth of water on the undeflected roof above the
inlet of the secondary drainage system at its design flow
(i.e., the hydraulic head), in in. (mm)

ds = depth of water on the undeflected roof up to the inlet
of the secondary drainage system when the primary
drainage system is blocked (i.e., the static head), in
in. (mm)

R= rain load on the undeflected roof, in lb=ft2 (kN=m2).
When the phrase “undeflected roof” is used, deflections
from loads (including dead loads) shall not be considered
when determining the amount of rain on the roof

8.2 ROOF DRAINAGE

Roof drainage systems shall be designed in accordance with the
provisions of the code that has jurisdiction. The design flow rate
of the secondary (overflow) drains (including roof drains and
downstream piping) or scuppers, and their resulting hydraulic
head (dh) shall be based on a rainfall intensity equal to or greater
than the 15-min duration/100-year return period (frequency)
storm. Primary drainage systems shall be designed for a rainfall
intensity equal to or greater than the 60-min duration/ 100-year
return period (frequency) storm.

8.3 DESIGN RAIN LOADS

Each portion of a roof shall be designed to sustain the load of all
rainwater that will accumulate on it if the primary drainage
system for that portion is blocked plus the uniform load caused
by water that rises above the inlet of the secondary drainage
system at its design flow.

R= 5.2ðds þ dhÞ (8.3-1)

R= 0.0098ðds þ dhÞ (8.3-1.si)

If the secondary drainage systems contain drain lines, such
lines and their point of discharge shall be separate from the
primary drain lines. Rain loads shall be based on the total head
(static head [ds] plus hydraulic head [dh]) associated with the
design flow rate for the specified secondary drains and drainage
system. The total head corresponding to the design flow rate for
the specified drains shall be based on hydraulic test data.

8.4 PONDING INSTABILITY AND PONDING LOAD

Susceptible bays shall be investigated by structural analysis to
ensure that they possess adequate stiffness to preclude progressive
deflection (i.e., instability) and adequate strength to resist the
additional ponding load. Any of the following conditions shall
be deemed to create susceptible bays: (1) bayswith a roof slope less
than 1=4 in: per foot (1.19°) when the secondary members are
perpendicular to the free draining edge, (2) bays with a roof slope
less than 1 in. per foot (4.76°) when the secondary members are
parallel to the free draining edge, (3) bays with a roof slope of 1 in.
per foot (4.76°) and a span to spacing ratio for the secondary
members greater than 16 when the secondarymembers are parallel
to the free draining edge, or (4) bays on which water accumulates
(in whole or in part) when the primary drain system is blocked but
the secondary drain system is functional. The larger of the snow
load or the rain load equal to the design condition for a blocked
primary drain system shall be used in this analysis.

8.5 CONTROLLED DRAINAGE

Roofs equipped with hardware on the primary drainage system
designed to intentionally regulate the rate of drainage shall be
equipped with a secondary drainage system at a higher elevation.
Controlled flow roof drains shall not be used on the secondary
drainage system.

8.6 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

No consensus standards and other documents that shall be
considered part of this standard are referenced in this chapter.
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CHAPTER 9

RESERVED FOR FUTURE PROVISIONS
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CHAPTER 10

ICE LOADS—ATMOSPHERIC ICING

10.1 GENERAL

Atmospheric ice loads caused by freezing rain, snow, and in-
cloud icing shall be considered in the design of ice-sensitive
structures. In areas where records or experience indicate that
snow or in-cloud icing produces larger loads than freezing rain,
site-specific studies shall be used. Structural loads caused by
hoarfrost are not a design consideration. Roof snow loads are
covered in Chapter 7.

10.1.1 Site-Specific Studies. Mountainous terrain and gorges
shall be examined for unusual icing conditions. Site-specific
studies shall be used to determine the 500-year mean
recurrence interval ice thickness, concurrent wind speed, and
concurrent temperature in

1. Alaska;
2. areas where records or experience indicate that snow or in-

cloud icing produces larger loads than freezing rain;
3. special icing regions shown in Figs. 10.4-2, 10.4-4, and

10.4-5; and
4. mountainous terrain and gorges where examination indi-

cates unusual icing conditions exist.

Site-specific studies shall be subject to review and approval by
the Authority Having Jurisdiction.

In lieu of using the mapped values, it shall be permitted to
determine the ice thickness, the concurrent wind speed, and the
concurrent temperature for a structure from local meteorological
data based on a 500-year mean recurrence interval provided that

1. The quality of the data for wind and type and amount of
precipitation has been taken into account.

2. A robust ice accretion algorithm has been used to estimate
uniform ice thicknesses and concurrent wind speeds from
these data.

3. Extreme-value statistical analysis procedures acceptable to
the Authority Having Jurisdiction have been used in ana-
lyzing the ice thickness and concurrent wind speed data.

4. The length of record and sampling error have been taken
into account.

10.1.2 Dynamic Loads. Dynamic loads, such as those resulting
from galloping, ice shedding, and aeolian vibrations, that are
caused or enhanced by an ice accretion on a flexible structural
member, component, or appurtenance are not covered in this
section.

10.1.3 Exclusions. Electric transmission systems, communi-
cations towers and masts, and other structures for which
national standards exist are excluded from the requirements of
this section. Applicable standards and guidelines include the
NESC, ASCE Manual 74, and ANSI/EIA/TIA-222.

10.2 DEFINITIONS

The following definitions apply only to the provisions of this
chapter.

COMPONENTS AND APPURTENANCES: Nonstructural
elements that may be exposed to atmospheric icing. Examples
are ladders, handrails, antennas, waveguides, radio frequency
(RF) transmission lines, pipes, electrical conduits, and cable
trays.

FREEZING RAIN: Rain or drizzle that falls into a layer of
subfreezing air at the Earth’s surface and freezes on contact with
the ground or an object to form glaze ice.

GLAZE: Clear, high-density ice.
HOARFROST: An accumulation of ice crystals formed by

direct deposition of water vapor from the air onto an object.
ICE-SENSITIVE STRUCTURES: Structures for which the

effect of an atmospheric icing load governs the design of part or
all of the structure. This effect includes, but is not limited to,
lattice structures, guyed masts, overhead lines, light suspension
and cable-stayed bridges, aerial cable systems (e.g., for ski lifts
and logging operations), amusement rides, open catwalks and
platforms, flagpoles, and signs.

IN-CLOUD ICING: Icing that occurs when supercooled
cloud or fog droplets carried by the wind freeze on impact with
objects. In-cloud icing usually forms rime butmay also formglaze.

RIME: White or opaque ice with entrapped air.
SNOW: Snow that adheres to objects by some combination of

capillary forces, freezing, and sintering.

10.3 SYMBOLS

Ai = cross-sectional area of ice
As = surface area of one side of a flat plate or the projected area

of complex shapes
D = diameter of a circular structure or member as defined in

Chapter 29, in ft (m)
Dc = diameter of the cylinder circumscribing an object
f z = factor to account for the increase in ice thickness with

height
Ii = importance factor for ice thickness from Table 1.5-2 based

on the Risk Category from Table 1.5-1
Iw = importance factor for concurrent wind pressure from

Table 1.5-2 based on the Risk Category from Table 1.5-1
Kzt = topographic factor as defined in Chapter 26
qz = velocity pressure evaluated at height z above ground, in

lb=ft2 (N=m2) as defined in Chapter 29
r = radius of the maximum cross section of a dome or radius of

a sphere
t = nominal ice thickness on a cylinder caused by freezing rain

at a height of 33 ft (10 m) from Figs. 10.4-2 through 10.4-6
in inches (mm)
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td = design ice thickness in inches (mm) from Eq. (10.4-5)
Vc = concurrent wind speed in mph (m=s) from Figs. 10.4-2

through 10.4-6
Vi = volume of ice
z = height above ground in ft (m)
∈ = solidity ratio as defined in Chapter 29

10.4 ICE LOADS CAUSED BY FREEZING RAIN

10.4.1 Ice Weight. The ice load shall be determined using the
weight of glaze ice formed on all exposed surfaces of structural
members, guys, components, appurtenances, and cable systems.
On structural shapes, prismatic members, and other similar
shapes, the cross-sectional area of ice shall be determined by

Ai = πtdðDcþtdÞ (10.4-1)

Dc is shown for a variety of cross-sectional shapes in Fig. 10.4-1.
On flat plates and large three-dimensional objects such as

domes and spheres, the volume of ice shall be determined by

Vi = πtdAs (10.4-2)

For a flat plate, As shall be the area of one side of the plate; for
domes and spheres, As shall be determined by

As = πr2 (10.4-3)

It is acceptable to multiply Vi by 0.8 for vertical plates and 0.6
for horizontal plates.
The ice density shall be not less than 56 pcf (900 kg=m3).

10.4.2 Nominal Ice Thickness. Figs. 10.4-2 through 10.4-6
show the equivalent uniform radial thicknesses t of ice caused
by freezing rain at a height of 33 ft (10 m) over the contiguous 48
states and Alaska for a 500-year mean recurrence interval. Also
shown are concurrent 3-s gust wind speeds. Thicknesses for
Hawaii, and for ice accretions caused by other sources in all
regions, shall be obtained from local meteorological studies.

10.4.3 Height Factor. The height factor f z used to increase the
radial thickness of ice for height above ground z shall be
determined by

f z =
�

z

33

�
0.10

for 0 ft < z ≤ 900 ft (10.4-4)

where f z = 1.4 for z > 900 ft.

f z =
�

z

10

�
0.10

for 0 m < z ≤ 275 m (10.4-4si)

where f z = 1.4 for z > 275 m.

10.4.4 Importance Factors. Importance factors to be applied
to the radial ice thickness and wind pressure shall be determined
from Table 1.5-2 based on the Risk Category from Table 1.5-1.
The importance factor Ii shall be applied to the ice thickness, not
the ice weight, because the ice weight is not a linear function of
thickness.

10.4.5 Topographic Factor. Both the ice thickness and
concurrent wind speed for structures on hills, ridges, and
escarpments are higher than those on level terrain because of

FIGURE 10.4-1 Characteristic Dimension Dc for Calculating the Ice Area for a Variety of Cross-Sectional Shapes
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wind speed-up effects. The topographic factor for the concurrent
wind pressure is Kzt, and the topographic factor for ice thickness
is ðKztÞ0.35, where Kzt is obtained from Eq. (26.8-1).

10.4.6 Design Ice Thickness for Freezing Rain. The design
ice thickness td shall be calculated from Eq. (10.4-5).

td = tIif zðKztÞ0.35 (10.4-5)

10.5 WIND ON ICE-COVERED STRUCTURES

Ice accreted on structural members, components, and appurte-
nances increases the projected area of the structure exposed to
wind. The projected area shall be increased by adding td to
all free edges of the projected area. Wind loads on this increased
projected area shall be used in the design of ice-sensitive
structures. Figs. 10.4-2 to 10.4-6 include 3-s gust wind speeds
at 33 ft (10 m) above grade that are concurrent with the ice
loads caused by freezing rain. Wind loads shall be calculated
in accordance with Chapters 26 through 31 as modified by
Sections 10.5.1 through 10.5.5.

10.5.1 Wind on Ice-Covered Chimneys, Tanks, and Similar
Structures. Force coefficients Cf for structures with square,
hexagonal, and octagonal cross sections shall be as given in
Fig. 29.5-1. Force coefficients Cf for structures with round cross
sections shall be as given in Fig. 29.4-1 for round cross sections
with D

p
qz ≤ 2.5 for all ice thicknesses, wind speeds, and

structure diameters.

10.5.2 Wind on Ice-Covered Solid Freestanding Walls
and Solid Signs. Force coefficients Cf shall be as given
in Fig. 29.3-1 based on the dimensions of the wall or sign,
including ice.

10.5.3 Wind on Ice-Covered Open Signs and Lattice
Frameworks. The solidity ratio ∈ shall be based on the
projected area, including ice. The force coefficient Cf for the
projected area of flat members shall be as given in Fig. 29.4-2.
The force coefficient Cf for rounded members and for the
additional projected area caused by ice on both flat and
rounded members shall be as given in Fig. 29.4-2 for rounded
members with D

p
qz ≤ 2.5 for all ice thicknesses, wind speeds,

and member diameters.

10.5.4 Wind on Ice-Covered Trussed Towers. The solidity
ratio ∈ shall be based on the projected area, including ice. The
force coefficients Cf shall be as given in 29.4-3. It is acceptable to
reduce the force coefficients Cf for the additional projected area
caused by ice on both round and flat members by the factor for
rounded members in Note 3 of 29.4-3.

10.5.5 Wind on Ice-Covered Guys and Cables. The force
coefficient Cf (as defined in Chapter 29) for ice-covered guys
and cables shall be 1.2.

10.6 DESIGN TEMPERATURES FOR FREEZING RAIN

The design temperatures for ice and wind-on-ice caused by
freezing rain shall be either the temperature for the site shown
in Figs. 10.6-1 and 10.6-2 or 32°F (0°C), whichever gives the
maximum load effect. The temperature for Hawaii shall be 32°F

(0°C). For temperature-sensitive structures, the load shall
include the effect of temperature change from everyday condi-
tions to the design temperature for ice and wind on ice. These
temperatures are to be used with ice thicknesses for all mean
recurrence intervals. The design temperatures are considered to
be concurrent with the design ice load and the concurrent
wind load.

10.7 PARTIAL LOADING

The effects of a partial ice load shall be considered when this
condition is critical for the type of structure under consideration.
It is permitted to consider this to be a static load.

10.8 DESIGN PROCEDURE

1. The nominal ice thickness, t, the concurrent wind speed,
Vc, and the concurrent temperature for the site shall be
determined from Figs. 10.4-2 to 10.4-6 and 10.6-1 and
10.6-2 or a site-specific study.

2. The topographic factor for the site, Kzt , shall be determined
in accordance with Section 10.4.5.

3. The importance factor for ice thickness, Ii, shall be deter-
mined in accordance with Section 10.4.4.

4. The height factor, f z, shall be determined in accordance
with Section 10.4.3 for each design segment of the
structure.

5. The design ice thickness, td, shall be determined in accor-
dance with Section 10.4.6, Eq. (10.4-5).

6. The weight of ice shall be calculated for the design ice
thickness, td, in accordance with Section 10.4.1.

7. The velocity pressure, qz, for wind speed, Vc, shall be
determined in accordance with Section 29.3 using the
importance factor for concurrent wind pressure, Iw, deter-
mined in accordance with Section 10.4.4.

8. The wind force coefficients, Cf , shall be determined in
accordance with Section 10.5.

9. The gust effect factor shall be determined in accordance
with Section 26.9.

10. The design wind force shall be determined in accordance
with Chapter 29.

11. The iced structure shall be analyzed for the load combi-
nations in either Section 2.3 or 2.4.

10.9 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

This section lists the consensus standards and other documents
that shall be considered part of this standard to the extent
referenced in this chapter.

ASCE Manual 74, Guidelines for Electrical Transmission
Line Structural Loading, American Society of Civil Engineers,
2009.

Cited in: Section 10.1.3
ANSI/EIA/TIA-222, Structural Standards for Steel Antenna

Towers and Antenna Supporting Structures, American National
Standards Institute, 2013.

Cited in: Section 10.1.3
NESC, National Electrical Safety Code, IEEE, 2012.
Cited in: Section 10.1.3
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FIGURE 10.4-2 Equivalent Radial Ice Thicknesses Caused by Freezing Rain with Concurrent 3-Second Gust Speeds, for a 500-Year Mean
Recurrence Interval
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FIGURE 10.4-2 (Continued)
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FIGURE 10.4-3 Lake Superior Detail

FIGURE 10.4-4 Fraser Valley Detail
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FIGURE 10.4-5 Columbia River Gorge Detail

FIGURE 10.4-6 500-Year Mean Recurrence Interval Uniform Ice Thicknesses Caused by Freezing Rain with Concurrent 3-Second Gust
Speeds: Alaska
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FIGURE 10.6-1 Temperatures Concurrent with Ice Thicknesses Caused by Freezing Rain: Contiguous 48 States

FIGURE 10.6-2 Temperatures Concurrent with Ice Thicknesses Caused by Freezing Rain: Alaska
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CHAPTER 11

SEISMIC DESIGN CRITERIA

11.1 GENERAL

11.1.1 Purpose. Chapter 11 presents criteria for the design and
construction of buildings and other structures subject to earthquake
ground motions. The specified earthquake loads are based upon
postelastic energy dissipation in the structure. Because of this fact,
the requirements for design, detailing, and construction shall be
satisfied, even for structures and members for which load
combinations that do not include earthquake loads indicate
larger demands than combinations that include earthquake loads.

11.1.2 Scope. Every structure and portion thereof, including
nonstructural components, shall be designed and constructed to
resist the effects of earthquake motions as prescribed by the
seismic requirements of this standard. Certain nonbuilding
structures, as described in Chapter 15, are also within the
scope and shall be designed and constructed in accordance
with the requirements of Chapter 15. Requirements concerning
alterations, additions, and change of use are set forth in Appendix
11B. Existing structures and alterations to existing structures need
only comply with the seismic requirements of this standard where
required by Appendix 11B. The following structures are exempt
from the seismic requirements of this standard:

1. Detached one- and two-family dwellings that are located
where the mapped, short period, spectral response acceler-
ation parameter, SS, is less than 0.4 or where the Seismic
Design Category determined in accordance with Sec-
tion 11.6 is A, B, or C.

2. Detached one- and two-family wood-frame dwellings not
included in Exemption 1 with not more than two stories
above grade plane, satisfying the limitations of and con-
structed in accordance with the IRC.

3. Agricultural storage structures that are intended only for
incidental human occupancy.

4. Structures that require special consideration of their re-
sponse characteristics and environment that are not
addressed in Chapter 15 and for which other regulations
provide seismic criteria, such as vehicular bridges, electri-
cal transmission towers, hydraulic structures, buried utility
lines and their appurtenances, and nuclear reactors.

5. Piers and wharves that are not accessible to the general
public.

11.1.3 Applicability. Structures and their nonstructural
components shall be designed and constructed in accordance
with the requirements of the following chapters based on the type
of structure or component:

a. Buildings: Chapter 12;
b. Nonbuilding Structures: Chapter 15;
c. Nonstructural Components: Chapter 13;

d. Seismically Isolated Structures: Chapter 17; and
e. Structures with Damping Systems: Chapter 18.

Buildings whose purpose is to enclose equipment or machin-
ery and whose occupants are engaged in maintenance or moni-
toring of that equipment, machinery, or their associated processes
shall be permitted to be classified as nonbuilding structures
designed and detailed in accordance with Section 15.5 of this
standard.

11.1.4 Alternate Materials and Methods of Construction.
Alternate materials and methods of construction to those
prescribed in the seismic requirements of this standard
shall not be used unless approved by the Authority Having
Jurisdiction. Substantiating evidence shall be submitted
demonstrating that the proposed alternate will be at least
equal in strength, durability, and seismic resistance for the
purpose intended.

11.1.5 Quality Assurance. Quality assurance for seismic force-
resisting systems and other designated seismic systems defined in
Section 13.2.2 shall be provided in accordance with the
requirements of the Authority Having Jurisdiction.

Where the Authority Having Jurisdiction has not adopted
quality assurance requirements, or where the adopted require-
ments are not applicable to the seismic force-resisting system or
designated seismic systems as described in Section 13.2.2, the
registered design professional in responsible charge of designing
the seismic force-resisting system or other designated seismic
systems shall submit a quality assurance plan to the Authority
Having Jurisdiction for approval. The quality assurance plan
shall specify the quality assurance program elements to be
implemented.

11.2 DEFINITIONS

The following definitions apply only to the seismic provisions of
Chapters 11 through 22 of this standard.

ACTIVE FAULT: A fault determined to be active by the
Authority Having Jurisdiction from properly substantiated data
(e.g., most recent mapping of active faults by the U.S. Geological
Survey).

ADDITION: An increase in building area, aggregate floor
area, height, or number of stories of a structure.

ALTERATION: Any construction or renovation to an exist-
ing structure other than an addition.

APPENDAGE: An architectural component such as a canopy,
marquee, ornamental balcony, or statuary.

APPROVAL: The written acceptance by the Authority
Having Jurisdiction of documentation that establishes the quali-
fication of a material, system, component, procedure, or person to
fulfill the requirements of this standard for the intended use.
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ATTACHMENTS: Means by which nonstructural compo-
nents or supports of nonstructural components are secured or
connected to the seismic force-resisting system of the structure.
Such attachments include anchor bolts, welded connections, and
mechanical fasteners.
BASE: The level at which the horizontal seismic ground

motions are considered to be imparted to the structure.
BASE SHEAR: Total design lateral force or shear at the

base.
BOUNDARY ELEMENTS: Portions along wall and dia-

phragm edges for transferring or resisting forces. Boundary ele-
ments include chords and collectors at diaphragm and shear wall
perimeters, edges of openings, discontinuities, and reentrant
corners.
BUILDING: Any structure whose intended use includes

shelter of human occupants.
CANTILEVERED COLUMN SYSTEM: A seismic force-

resisting system in which lateral forces are resisted entirely by
columns acting as cantilevers from the base.
CHARACTERISTIC EARTHQUAKE: An earthquake

assessed for an active fault having a magnitude equal to the
best estimate of the maximummagnitude capable of occurring on
the fault but not less than the largest magnitude that has occurred
historically on the fault.
COLLECTOR (DRAG STRUT, TIE, DIAPHRAGM

STRUT): A diaphragm or shear wall boundary element
parallel to the applied load that collects and transfers
diaphragm shear forces to the vertical elements of the seismic
force-resisting system or distributes forces within the diaphragm
or shear wall.
COMPONENT: A part of an architectural, electrical, or

mechanical system.
Component, Flexible: Nonstructural component that has a

fundamental period greater than 0.06 s.
Component, Nonstructural: A part of an architectural, me-

chanical, or electrical system within or without a building or
nonbuilding structure.
Component, Rigid: Nonstructural component that has a

fundamental period less than or equal to 0.06 s.
Component, Rugged: A nonstructural component that has

been shown to consistently function after design earthquake level
or greater seismic events based on past earthquake experience
data or past seismic testing when adequately anchored or sup-
ported. The classification of a nonstructural component as rugged
shall be based on a comparison of the specific component with
components of similar strength and stiffness. Common examples
of rugged components include AC motors, compressors, and
base-mounted horizontal pumps.
CONCRETE:
Plain Concrete: Concrete that is either unreinforced or con-

tains less reinforcement than the minimum amount specified in
ACI 318 for reinforced concrete.
Reinforced Concrete: Concrete reinforced with no less rein-

forcement than the minimum amount required by ACI 318
prestressed or nonprestressed and designed on the assumption
that the two materials act together in resisting forces.
CONSTRUCTION DOCUMENTS: The written, graphic,

electronic, and pictorial documents describing the design, loca-
tions, and physical characteristics of the project required to verify
compliance with this standard.
COUPLING BEAM: A beam that is used to connect adjacent

concrete wall elements to make them act together as a unit to
resist lateral loads.
DEFORMABILITY: The ratio of the ultimate deformation to

the limit deformation.

High-Deformability Element: An element whose deform-
ability is not less than 3.5 where subjected to four fully reversed
cycles at the limit deformation.
Limited-Deformability Element: An element that is neither a

low-deformability nor a high-deformability element.
Low-Deformability Element: An element whose deformabil-

ity is 1.5 or less.
DEFORMATION:
Limit Deformation: Two times the initial deformation

that occurs at a load equal to 40% of the maximum
strength.
Ultimate Deformation: The deformation at which failure

occurs and that shall be deemed to occur if the sustainable load
reduces to 80% or less of the maximum strength.
DESIGN EARTHQUAKE: The earthquake effects that are

two-thirds of the corresponding risk-targeted maximum consid-
ered earthquake (MCER) effects.
DESIGN EARTHQUAKE GROUND MOTION: The

earthquake ground motions that are two-thirds of the correspond-
ing MCER ground motions.
DESIGNATED SEISMIC SYSTEMS: Those nonstructural

components that require design in accordance with Chapter 13
and for which the component Importance Factor, Ip, is greater
than 1.0.
DIAPHRAGM: Roof, floor, or other membrane or bracing

system acting to transfer the lateral forces to the vertical resisting
elements.
Flexure-Controlled Diaphragm: Diaphragm with a flexural

yielding mechanism, which limits the maximum forces that
develop in the diaphragm, and having a design shear strength
or factored nominal shear capacity greater than the shear corre-
sponding to the nominal flexural strength.
Shear-Controlled Diaphragm: Diaphragm that does not

meet the requirements of a flexure-controlled diaphragm.
Transfer Forces, Diaphragm: Forces that occur in a dia-

phragm caused by transfer of seismic forces from the vertical
seismic force-resisting elements above the diaphragm to
other vertical seismic force-resisting elements below the dia-
phragm because of offsets in the placement of the vertical
elements or changes in relative lateral stiffnesses of the vertical
elements.
Vertical Diaphragm: See WALL, Shear Wall.
DIAPHRAGM BOUNDARY: A location where shear is

transferred into or out of the diaphragm element. Transfer is
either to a boundary element or to another force-resisting
element.
DIAPHRAGM CHORD: A diaphragm boundary element

perpendicular to the applied load that is assumed to take axial
stresses caused by the diaphragm moment.
DISTRIBUTION SYSTEM: An interconnected system of

piping, tubing, conduit, raceway, or duct. Distribution systems
include in-line components such as valves, in-line suspended
pumps, and mixing boxes.
ELEMENT ACTION: Element axial, shear, or flexural

behavior.
Critical Action: An action, failure of which would result in

the collapse of multiple bays or multiple stories of the building or
would result in a significant reduction in the structure’s seismic
resistance.
Deformation-Controlled Action: Element actions for which

reliable inelastic deformation capacity is achievable without
critical strength decay.
Force-Controlled Action: Any element actions modeled with

linear properties and element actions not classified as deforma-
tion-controlled.
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Noncritical Actions: An action, failure of which would not
result in either collapse or significant loss of the structure’s
seismic resistance.

Ordinary Action: An action, failure of which would result in
only local collapse, comprising not more than one bay in a single
story, and would not result in a significant reduction of the
structure’s seismic resistance.

ENCLOSURE: An interior space surrounded by walls.
EQUIPMENT SUPPORT: Those structural members or

assemblies of members or manufactured elements, including
braces, frames, legs, lugs, snuggers, hangers, or saddles, that
transmit gravity loads and operating loads between the equip-
ment and the structure.

FLEXIBLE CONNECTIONS: Those connections between
equipment components that permit rotational and/or translational
movement without degradation of performance. Examples in-
clude universal joints, bellows expansion joints, and flexible
metal hose.

FOUNDATION GEOTECHNICAL CAPACITY: The
maximum pressure or strength design capacity of a foundation
based upon the supporting soil, rock, or controlled low-strength
material.

FOUNDATION STRUCTURAL CAPACITY: The design
strength of foundations or foundation components as provided by
adopted material standards and as altered by the requirements of
this standard.

FRAME:
Braced Frame: An essentially vertical truss, or its equivalent,

of the concentric or eccentric type that is provided in a building
frame system or dual system to resist seismic forces.

Concentrically Braced Frame (CBF): A braced frame in
which the members are subjected primarily to axial forces. CBFs
are categorized as ordinary concentrically braced frames
(OCBFs) or special concentrically braced frames (SCBFs).

Eccentrically Braced Frame (EBF): A diagonally braced
frame in which at least one end of each brace frames into a beam
a short distance from a beam-column or from another diagonal
brace.

Moment Frame: A frame in which members and joints resist
lateral forces by flexure and along the axis of the members.
Moment frames are categorized as intermediate moment frames
(IMFs), ordinary moment frames (OMFs), and special moment
frames (SMFs).

Structural System:
Building Frame System: A structural system with an essen-

tially complete space frame providing support for vertical loads.
Seismic force resistance is provided by shear walls or braced
frames.

Dual System: A structural system with an essentially com-
plete space frame providing support for vertical loads. Seismic
force resistance is provided by moment-resisting frames and
shear walls or braced frames as prescribed in Section 12.2.5.1.

Shear Wall–Frame Interactive System: A structural
system that uses combinations of ordinary reinforced concrete
shear walls and ordinary reinforced concrete moment frames
designed to resist lateral forces in proportion to their rigidities
considering interaction between shear walls and frames on all
levels.

Space Frame System: A 3-D structural system composed
of interconnected members, other than bearing walls, that is
capable of supporting vertical loads and, where designed for such
an application, is capable of providing resistance to seismic
forces.

FRICTION CLIP: A device that relies on friction to resist
applied loads in one or more directions to anchor a nonstructural

component. Friction is provided mechanically and is not due to
gravity loads.

GLAZED CURTAIN WALL: A nonbearing wall that
extends beyond the edges of building floor slabs and includes
a glazing material installed in the curtain wall framing.

GLAZED STOREFRONT: A nonbearing wall that is
installed between floor slabs, typically including entrances,
and includes a glazing material installed in the storefront
framing.

GRADE PLANE:A horizontal reference plane representing the
average of finished ground level adjoining the structure at all
exterior walls. Where the finished ground level slopes away from
the exterior walls, the grade plane is established by the lowest
points within the area between the structure and the property line or,
where the property line is more than 6 ft (1,829 mm) from the
structure, between the structure and points 6 ft (1,829 mm) from the
structure.

HEATING, VENTILATING, AIR-CONDITIONING,
AND REFRIGERATION (HVACR): The equipment, distri-
bution systems, and terminals, excluding interconnecting piping
and ductwork that provide, either collectively or individually, the
processes of heating, ventilating, air-conditioning, or refrigera-
tion to a building or portion of a building.

INSPECTION, SPECIAL: The observation of the work by a
special inspector to determine compliance with the approved
construction documents and these standards in accordance with
the quality assurance plan.

Continuous Special Inspection: The full-time observation of
the work by a special inspector who is present in the area where
work is being performed.

Periodic Special Inspection: The part-time or intermittent
observation of the work by a special inspector who is present in
the area where work has been or is being performed.

INSPECTOR, SPECIAL: A person approved by the
Authority Having Jurisdiction to perform special inspection,
and who shall be identified as the owner’s inspector.

INVERTED PENDULUM-TYPE STRUCTURES: Struc-
tures in which more than 50% of the structure’s mass is concen-
trated at the top of a slender, cantilevered structure and in which
stability of the mass at the top of the structure relies on rotational
restraint to the top of the cantilevered element.

JOINT: The geometric volume common to intersecting
members.

LIGHT-FRAME CONSTRUCTION: A method of con-
struction where the structural assemblies (e.g., walls, floors,
ceilings, and roofs) are primarily formed by a system of repetitive
wood or cold-formed steel framing members or subassemblies of
these members (e.g., trusses).

LONGITUDINAL REINFORCEMENT RATIO: Area of
longitudinal reinforcement divided by the cross-sectional area of
the concrete.

MAXIMUM CONSIDERED EARTHQUAKE (MCE)
GROUND MOTION: The most severe earthquake effects
considered by this standard, more specifically defined in the
following two terms:

Maximum Considered Earthquake Geometric Mean
(MCEG) Peak Ground Acceleration: The most severe earth-
quake effects considered by this standard determined for geo-
metric mean peak ground acceleration and without adjustment
for targeted risk. The MCEG peak ground acceleration adjusted
for site effects (PGAM) is used in this standard for evaluation of
liquefaction, lateral spreading, seismic settlements, and other
soil-related issues. In this standard, general procedures for
determining PGAM are provided in Section 11.8.3; site-specific
procedures are provided in Section 21.5.
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Risk-Targeted Maximum Considered Earthquake (MCER)
Ground Motion Response Acceleration: The most severe
earthquake effects considered by this standard determined for
the orientation that results in the largest maximum response to
horizontal ground motions and with adjustment for targeted risk.
In this standard, general procedures for determining the MCER
ground motion values are provided in Section 11.4.4; site-
specific procedures are provided in Sections 21.1 and 21.2.
MECHANICALLY ANCHORED TANKS ORVESSELS:

Tanks or vessels provided with mechanical anchors to resist
overturning moments.
NONBUILDING STRUCTURE: A structure, other than a

building, constructed of a type included in Chapter 15 and within
the limits of Section 15.1.1.
NONBUILDING STRUCTURE SIMILAR TO A BUILD-

ING: A nonbuilding structure that is designed and constructed in
a manner similar to buildings, responds to strong ground motion
in a fashion similar to buildings, and has a basic lateral and
vertical seismic force-resisting system conforming to one of the
types indicated in Tables 12.2-1 or 15.4-1.
OPEN-TOP TANK: A tank without a fixed roof or cover,

floating cover, gas holder cover, or dome.
ORTHOGONAL: In two horizontal directions, at 90° to each

other.
OWNER: Any person, agent, firm, or corporation that has a

legal or equitable interest in a property.
P-DELTA EFFECT: The secondary effect on shears and

moments of structural members caused by the action of the
vertical loads induced by horizontal displacement of the structure
resulting from various loading conditions.
PARTITION: A nonstructural interior wall that spans hori-

zontally or vertically from support to support. The supports may
be the basic building frame, subsidiary structural members, or
other portions of the partition system.
PILE: Deep foundation element, which includes piers, cais-

sons, and piles.
PILE CAP: Foundation elements to which piles are con-

nected, including grade beams and mats.
PREMANUFACTURED MODULAR MECHANICAL

AND ELECTRICAL SYSTEM: A prebuilt, fully or partially
enclosed assembly of mechanical and electrical components.
REGISTERED DESIGN PROFESSIONAL: An architect

or engineer registered or licensed to practice professional archi-
tecture or engineering, as defined by the statutory requirements of
the professional registration laws of the state in which the project
is to be constructed.
SEISMIC DESIGN CATEGORY: A classification assigned

to a structure based on its Risk Category and the severity of the
design earthquake ground motion at the site, as defined in
Section 11.4.
SEISMIC FORCE-RESISTING SYSTEM: That part of the

structural system that has been considered in the design to
provide the required resistance to the seismic forces prescribed
herein.
SEISMIC FORCES: The assumed forces prescribed herein,

related to the response of the structure to earthquake motions, to
be used in the design of the structure and its components.
SELF-ANCHORED TANKS OR VESSELS: Tanks or

vessels that are stable under design overturning moment without
the need for mechanical anchors to resist uplift.
SHEAR PANEL: A floor, roof, or wall element sheathed to

act as a shear wall or diaphragm.
SITE CLASS: A classification assigned to a site based on the

types of soils present and their engineering properties, as defined
in Chapter 20.

STORAGE RACKS, STEEL: A framework or assemblage,
comprised of cold-formed or hot-rolled steel structural members,
intended for storage of materials, including, but not limited to,
pallet storage racks, selective racks, movable-shelf racks, rack-
supported systems, automated storage and retrieval systems
(stacker racks), push-back racks, pallet-flow racks, case-flow
racks, pick modules, and rack-supported platforms. Other types
of racks, such as drive-in or drive-through racks, cantilever
racks, portable racks, or racks made of materials other than steel,
are not considered steel storage racks for the purpose of this
standard.
STORAGE RACKS, STEEL CANTILEVERED: A frame-

work or assemblage comprised of cold-formed or hot-rolled steel
structural members, primarily in the form of vertical columns,
extended bases, horizontal arms projecting from the faces of the
columns, and longitudinal (down-aisle) bracing between
columns. There may be shelf beams between the arms, depend-
ing on the products being stored; this definition does not
include other types of racks such as pallet storage racks,
drive-in racks, drive-through racks, or racks made of materials
other than steel.
STORY: The portion of a structure between the tops of two

successive floor surfaces and, for the topmost story, from the top
of the floor surface to the top of the roof surface.
STORY ABOVE GRADE PLANE: A story in which the

floor or roof surface at the top of the story is more than 6 ft
(1,828 mm) above grade plane or is more than 12 ft (3,658 mm)
above the finished ground level at any point on the perimeter of
the structure.
STORY DRIFT: The horizontal deflection at the top of the

story relative to the bottom of the story as determined in
Section 12.8.6.
STORY DRIFT RATIO: The story drift, as determined in

Section 12.8.6, divided by the story height, hsx.
STORY SHEAR: The summation of design lateral seismic

forces at levels above the story under consideration.
STRENGTH:
Design Strength: Nominal strength multiplied by a strength

reduction factor, ϕ.
Nominal Strength: Strength of a member or cross section

calculated in accordance with the requirements and assumptions
of the strength design methods of this standard (or the
reference documents) before application of any strength-
reduction factors.
Required Strength: Strength of a member, cross section, or

connection required to resist factored loads or related internal
moments and forces in such combinations as stipulated by this
standard.
STRUCTURAL HEIGHT: The vertical distance from the

base to the highest level of the seismic force-resisting system of
the structure. For pitched or sloped roofs, the structural height is
from the base to the average height of the roof.
STRUCTURAL OBSERVATIONS: The visual observa-

tions to determine that the seismic force-resisting system is
constructed in general conformance with the construction
documents.
STRUCTURE: That which is built or constructed and limited

to buildings and nonbuilding structures as defined herein.
SUBDIAPHRAGM: A portion of a diaphragm used to

transfer wall anchorage forces to diaphragm crossties.
SUPPORTS: Those members, assemblies of members, or

manufactured elements, including braces, frames, legs, lugs,
snubbers, hangers, saddles, or struts, and associated fasteners
that transmit loads between nonstructural components and their
attachments to the structure.
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TESTING AGENCY: A company or corporation that pro-
vides testing and/or inspection services.

VENEERS: Facings or ornamentation of brick, concrete,
stone, tile, or similar materials attached to a backing.

WALL: A component that has a slope of 60 deg or greater
with the horizontal plane used to enclose or divide space.

Bearing Wall: Any wall meeting either of the following
classifications:

1. Any metal or wood stud wall that supports more than
100 lb=linear ft (1,459 N=m) of vertical load in addition to
its own weight.

2. Any concrete or masonry wall that supports more than
200 lb=linear ft (2,919 N=m) of vertical load in addition
to its own weight.

Light Frame Wall: A wall with wood or steel studs.
Light Frame Wood Shear Wall: A wall constructed with

wood studs and sheathed with material rated for shear resistance.
Nonbearing Wall: Any wall that is not a bearing wall.
Nonstructural Wall: A wall other than a bearing wall or shear

wall.
Shear Wall (Vertical Diaphragm): A wall, bearing or non-

bearing, designed to resist lateral forces acting in the plane of the
wall (sometimes referred to as a “vertical diaphragm”).

Structural Wall: A wall that meets the definition for bearing
wall or shear wall.

WALL SYSTEM, BEARING: A structural system with
bearing walls providing support for all or major portions of the
vertical loads. Shear walls or braced frames provide seismic force
resistance.

WOOD STRUCTURAL PANEL: Awood-based panel prod-
uct that meets the requirements of DOC PS1 or DOC PS2 and is
bonded with a waterproof adhesive. Included under this designation
are plywood, oriented strand board, and composite panels.

11.3 SYMBOLS

The unit dimensions used with the items covered by the symbols
shall be consistent throughout except where specifically noted.
Symbols presented in this section apply only to the seismic
provisions of Chapters 11 through 22 in this standard.

A0 = area of the load-carrying foundation [ft2 (m2)]
Ach = cross-sectional area [in:2 (mm2)] of a structural

member measured out-to-out of transverse
reinforcement

Ash = total cross-sectional area of hoop reinforcement
[in:2 (mm2)], including supplementary crossties,
having a spacing of sh and crossing a section with
a core dimension of hc

Avd = required area of leg [in:2 (mm2)] of diagonal
reinforcement

Ax = torsional amplification factor (Section 12.8.4.3)
ai = the acceleration at level i obtained from a modal

analysis (Section 13.3.1)
ap = the amplification factor related to the response of a

system or component as affected by the type of
seismic attachment, determined in Section 13.3.1

bp = the width of the rectangular glass panel
Cd = deflection amplification factor as given in

Tables 12.2-1, 15.4-1, or 15.4-2
CdX = deflection amplification factor in the X direction

(Section 12.9.2.5)
CdY = deflection amplification factor in the Y direction

(Section 12.9.2.5)

Cp0 = diaphragm design acceleration coefficient at the
structure base (Section 12.10.3.2.1)

Cpi = diaphragm design acceleration coefficient at 80%
of the structural height above the base, hn
(Section 12.10.3.2.1)

Cpn = diaphragm design acceleration coefficient at the
structural height, hn (Section 12.10.3.2.1)

Cpx = diaphragm design acceleration coefficient at level x
(Section 12.10.3.2.1)

CR = site-specific risk coefficient at any period
(Section 21.2.1.1)

CR1 = mapped value of the risk coefficient at a period of
1 s as given by Fig. 22-19

CRS = mapped value of the risk coefficient at short periods
as given by Fig. 22-18

Cs = seismic response coefficient determined in Sec-
tion 12.8.1.1 or 19.3.1 (dimensionless)

Cs2 = higher mode seismic response coefficient
(Section 12.10.3.2.1)

Ct = building period coefficient (Section 12.8.2.1)
Cvx = vertical distribution factor as determined

(Section 12.8.3)
c = distance from the neutral axis of a flexural member

to the fiber of maximum compressive strain [in.
(mm)]

D = the effect of dead load
Dclear = relative horizontal (drift) displacement, measured

over the height of the glass panel under consider-
ation, which causes initial glass-to-frame contact.
For rectangular glass panels within a rectangular
wall frame, Dclear is set forth in Section 13.5.9.1

DpI = seismic relative displacement; see Section 13.3.2
Ds = the total depth of stratum in Eq. (19.3-4) [ft (m)]
dc = the total thickness of cohesive soil layers in the top

100 ft (30 m); see Section 20.4.3 [ft (m)]
di = the thickness of any soil or rock layer i [between 0

and 100 ft (between 0 and 30 m)]; see Section 20.4.1
[ft (m)]

dS = the total thickness of cohesionless soil layers in the
top 100 ft (30 m); see Section 20.4.2 [ft (m)]

E = effect of horizontal and vertical earthquake-induced
forces (Section 12.4)

Ecl = The capacity-limited horizontal seismic load effect,
equal to the maximum force that can develop in the
element as determined by a rational, plastic mecha-
nism analysis

Fa = short-period site coefficient (at 0.2-s period); see
Section 11.4.4

Fi, Fn, Fx = portion of the seismic base shear, V , induced at
level i, n, or x, respectively, as determined in
Section 12.8.3

Fp = the seismic force acting on a component of a
structure as determined in Sections 12.11.1 and
13.3.1

Fpx = diaphragm seismic design force at Level x
FPGA = site coefficient for peak ground acceleration (PGA);

see Section 11.8.3
Fv = long-period site coefficient (at 1.0-s period); see

Section 11.4.4
f 0c = specified compressive strength of concrete used in

design
f 0s = ultimate tensile strength [psi (MPa)] of the bolt,

stud, or insert leg wires. For ASTM A307 bolts or
ASTM A108 studs, it is permitted to be assumed to
be 60,000 psi (415 MPa)
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f y = specified yield strength of reinforcement [psi
(MPa)]

f yh = specified yield strength of the special lateral rein-
forcement [psi (kPa)]

G = γυ2s=g = the average shear modulus for the soils
beneath the foundation at large strain levels [psf (Pa)]

G0 = γυ2s0=g = the average shear modulus for the soils
beneath the foundation at small strain levels [psf
(Pa)]

g = acceleration due to gravity
H = thickness of soil
h = height of a shear wall measured as the maximum

clear height from top of foundation to bottom of
diaphragm framing above, or the maximum clear
height from top of diaphragm to bottom of dia-
phragm framing above

h = average roof height of structure with respect to the
base; see Chapter 13

h� = effective height of the building as determined in
Chapter 19 [ft (m)]

hc = core dimension of a component measured to the
outside of the special lateral reinforcement [in.
(mm)]

hi, hx = the height above the base to level i or x, respectively
hn = structural height as defined in Section 11.2
hp = the height of the rectangular glass panel
hsx = the story height below level x= ðhx − hx−1Þ
Ie = the Importance Factor as prescribed in

Section 11.5.1
Ip = the component importance factor as prescribed in

Section 13.3.1
i = the building level referred to by the subscript i; i= 1

designates the first level above the base
Kp = the stiffness of the component or attachment

(Section 13.3.3)
Kxx, Krr = rotational foundation stiffness [Eqs. (19.3-9) and

(19.3-19) [ft-lb=degree (N-m=rad)]
Ky, Kr = translational foundational stiffness [Eqs. (19.3-8)

and (19.3-18)] [lb=in: (N=m)]
KL=r = the lateral slenderness ratio of a compression mem-

ber measured in terms of its effective length, KL,
and the least radius of gyration of the member cross
section, r

k = distribution exponent given in Section 12.8.3
ka = coefficient defined in Sections 12.11.2.1 and

12.14.7.5
L = overall length of the building (ft or m) at the base in

the direction being analyzed
Mt = torsional moment resulting from eccentricity be-

tween the locations of center of mass and the center
of rigidity (Section 12.8.4.1)

Mta = accidental torsional moment as determined in
Section 12.8.4.2

m = a subscript denoting the mode of vibration under
consideration; that is,m= 1 for the fundamental mode

N = standard penetration resistance, ASTM D1586
N = number of stories above the base (Section 12.8.2.1)
�N = average field standard penetration resistance for the

top 100 ft (30 m); see Sections 20.3.3 and 20.4.2
�Nch = average standard penetration resistance for cohe-

sionless soil layers for the top 100 ft (30 m); see
Sections 20.3.3 and 20.4.2

Ni = standard penetration resistance of any soil or rock
layer i [between 0 and 100 ft (between 0 and 30 m)];
see Section 20.4.2

n = designation for the level that is uppermost in the
main portion of the building

PGA = mapped MCEG peak ground acceleration shown in
Figs. 22-9 through 22-13

PGAM =MCEG peak ground acceleration adjusted for site
class effects; see Section 11.8.3

PI = plasticity index, ASTM D4318
Px = total unfactored vertical design load at and above

level x, for use in Section 12.8.7
QE = effect of horizontal seismic (earthquake-induced)

forces
R = response modification coefficient as given in

Tables 12.2-1, 12.14-1, 15.4-1, and 15.4-2
Rp = component response modification factor as defined

in Section 13.3.1
Rs = diaphragm design force reduction factor

(Section 12.10.3.5)
RX = response modification coefficient in the X direction

(Section 12.9.2.5)
RY = response modification coefficient in the Y direction

(Section 12.9.2.5)
S1 = mapped MCER, 5% damped, spectral response

acceleration parameter at a period of 1 s as defined
in Section 11.4.2

SaM = the site-specific MCER spectral response accelera-
tion parameter at any period

SD1 = design, 5% damped, spectral response acceleration
parameter at a period of 1 s as defined in
Section 11.4.5

SDS = design, 5% damped, spectral response acceleration
parameter at short periods as defined in
Section 11.4.5

SM1 = the MCER, 5% damped, spectral response accelera-
tion parameter at a period of 1 s adjusted for site
class effects as defined in Section 11.4.4

SMS = the MCER, 5% damped, spectral response accelera-
tion parameter at short periods adjusted for site class
effects as defined in Section 11.4.4.

SS = mapped MCER, 5% damped, spectral response
acceleration parameter at short periods as defined
in Sections 11.4.2, 11.4.4

sh = spacing of special lateral reinforcement [in. (mm)]
su = undrained shear strength; see Section 20.4.3
�su = average undrained shear strength in top 100 ft (30

m); see Sections 20.3.3 and 20.4.3, ASTM D2166,
or ASTM D2850

sui = undrained shear strength of any cohesive soil layer i
[between 0 and 100 ft (0 and 30 m)]; see
Section 20.4.3

T = the fundamental period of the building
T0 = 0.2SD1=SDS
~T = the fundamental period as determined in Chapter 19
Ta = approximate fundamental period of the building as

determined in Section 12.8.2
TL = long-period transition period as defined in

Section 11.4.6
T lower = period of vibration at which 90% of the actual mass

has been recovered in each of the two orthogonal
directions of response (Section 12.9.2). The mathe-
matical model used to compute T lower shall not
include accidental torsion and shall include P-delta
effects.

Tp = fundamental period of the component and its attach-
ment (Section 13.3.3)

TS = SD1=SDS
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Tupper = the larger of the two orthogonal fundamental per-
iods of vibration (Section 12.9.2). The mathematical
model used to compute Tupper shall not include
accidental torsion and shall include P-delta effects

V = total design lateral force or shear at the base
VEX = maximum absolute value of elastic base shear com-

puted in the X direction among all three analyses
performed in that direction (Section 12.9.2.5)

VEY = maximum absolute value of elastic base shear com-
puted in the Y direction among all three analyses
performed in that direction (Section 12.9.2.5)

VIX = inelastic base shear in the X direction (Section
12.9.2.5)

VIY = inelastic base shear in the Y direction (Section
12.9.2.5)

Vt = design value of the seismic base shear as determined
in Section 12.9.1.4.1

VX = ELF base shear in the X direction (Section 12.9.2.5)
Vx = seismic design shear in story x as determined in

Section 12.8.4
VY = ELF base shear in the Y direction (Section 12.9.2.5)
~V = reduced base shear accounting for the effects of soil

structure interaction as determined in Section 19.3.1
~V1 = portion of the reduced base shear, ~V1 contributed by

the fundamental mode, Section 19.3, in kip (kN)
ΔV = reduction in V as determined in Section 19.3.1,

in kip (kN)
ΔV1 = reduction in V1 as determined in Section 19.3.1,

in kip (kN)
vs = shear wave velocity at small shear strains (greater

than 10−3% strain); see Section 19.2.1, in ft/s (m/s)
�vs = average shear wave velocity at small shear strains in

top 100 ft (30 m); see Sections 20.3.3 and 20.4.1
vsi = the shear wave velocity of any soil or rock layer i

(between 0 and 100 ft (between 0 and 30 m)); see
Section 20.4.1

vso = average shear wave velocity for the soils beneath the
foundation at small strain levels, Section 19.2.1.1 in
ft/s (m/s)

W = effective seismic weight of the building as defined
in Section 12.7.2. For calculation of seismic-
isolated building period, W is the total effective
seismic weight of the building as defined in
Sections 19.2 and 19.3, in kip (kN)

W = effective seismic weight of the building as defined
in Sections 19.2 and 19.3, in kip (kN)

Wc = gravity load of a component of the building
WP = component operating weight, in lb (N)
wpx = weight tributary to the diaphragm at level x
w = moisture content (in percent), ASTM D2216

wi,wn,wx = portion of W that is located at or assigned to level i,
n, or x, respectively

x = level under consideration, 1 designates the first level
above the base

z = height in structure of point of attachment of com-
ponent with respect to the base; see Section 13.3.1

zs = mode shape factor, Section 12.10.3.2.1
β = ratio of shear demand to shear capacity for the story

between levels x and x − 1
�β = fraction of critical damping for the coupled structure–

foundation system, determined in Section 19.2.1
β0 = foundation damping factor as specified in Section

19.2.1.2
Γm1,Γm2 = first and higher modal contribution factors, respec-

tively, Section 12.10.3.2.1

γ = average unit weight of soil, in lb=ft3 (N=m3)
Δ = design story drift as determined in Section 12.8.6

Δfallout = the relative seismic displacement (drift) at which
glass fallout from the curtain wall, storefront, or
partition occurs

Δa = allowable story drift as specified in Section 12.12.1
ΔADVE = average drift of adjoining vertical elements of the

seismic force-resisting system over the story below
the diaphragm under consideration, under tributary
lateral load equivalent to that used in the computa-
tion of δMDD Fig. 12.3-1, in in. (mm)

δMDD = computed maximum in-plane deflection of the dia-
phragm under lateral load, Fig. 12.3-1, in in. (mm)

δmax = maximum displacement at level x, considering tor-
sion, Section 12.8.4.3

δM = maximum inelastic response displacement, consid-
ering torsion, Section 12.12.3

δMT = total separation distance between adjacent structures
on the same property, Section 12.12.3

δavg = the average of the displacements at the extreme
points of the structure at level x, Section 12.8.4.3

δx = deflection of level x at the center of the mass at and
above level x, Eq. (12.8-15)

δxc = deflection of level x at the center of the mass at and
above level x determined by an elastic analysis,
Section 12.8.6

δxm = modal deflection of level x at the center of the mass
at and above level x as determined by Section 19.3.2

�δx, �̄δx1 = deflection of level x at the center of the mass at and
above level x, Eqs. (19.2-13) and (19.3-3), in in. (mm)

θ = stability coefficient for P-delta effects as determined
in Section 12.8.7

ηx = Force scale factor in the X direction (12.9.2.5)
ηy = Force scale factor in the Y direction (12.9.2.5)
ρ = a redundancy factor based on the extent of structural

redundancy present in a building as defined in
Section 12.3.4

ρs = spiral reinforcement ratio for precast, prestressed
piles in Section 14.2.3.2.6

λ = time effect factor
Ω0 = overstrength factor as defined in Tables 12.2-1,

15.4.-1, and 15.4-2
Ωv = Diaphragm shear overstrength factor (Section

14.2.4.1.3)

11.4 SEISMIC GROUND MOTION VALUES

11.4.1 Near-Fault Sites. Sites satisfying either of the following
conditions shall be classified as near fault:

1. 9.5 miles (15 km) of the surface projection of a known
active fault capable of producing Mw7 or larger events, or

2. 6.25 miles (10 km) of the surface projection of a known
active fault capable of producing Mw6 or larger events.

EXCEPTIONS:

1. Faults with estimated slip rate along the fault less than
0.04 in. (1 mm) per year shall not be considered.

2. The surface projection shall not include portions of the
fault at depths of 6.25 mi (10 km) or greater.

11.4.2 Mapped Acceleration Parameters. The parameters SS
and S1 shall be determined from the 0.2- and 1-s spectral response
accelerations shown in Figs. 22-1, 22-3, 22-5, 22-6, 22-7, and
22-8 for SS and Figs. 22-2, 22-4, 22-5, 22-6, 22-7, and 22-8 for S1.
Where S1 is less than or equal to 0.04 and SS is less than or equal to

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 83

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



0.15, the structure is permitted to be assigned to Seismic Design
Category A and is only required to comply with Section 11.7.

User Note: Electronic values of mapped acceleration para-
meters and other seismic design parameters are provided at
the U.S. Geological Survey (USGS) website at https://doi.org/
10.5066/F7NK3C76.

11.4.3 Site Class. Based on the site soil properties, the site shall
be classified as Site Class A, B, C, D, E, or F in accordance with
Chapter 20. Where the soil properties are not known in sufficient
detail to determine the site class, Site Class D, subject to the
requirements of Section 11.4.4, shall be used unless the authority
having jurisdiction or geotechnical data determine that Site Class
E or F soils are present at the site.
For situations in which site investigations, performed in accor-

dance with Chapter 20, reveal rock conditions consistent with Site
Class B, but site-specific velocity measurements are not made, the
site coefficients Fa, Fv, and FPGA shall be taken as unity (1.0).

11.4.4 Site Coefficients and Risk-Targeted Maximum
Considered Earthquake (MCER ) Spectral Response
Acceleration Parameters. The MCER spectral response
acceleration parameters for short periods (SMS) and at 1 s
(SM1), adjusted for site class effects, shall be determined by
Eqs. (11.4-1) and (11.4-2), respectively.

SMS =FaSS (11.4-1)

SM1 =FvS1 (11.4-2)

where

SS = the mapped MCER spectral response acceleration parameter
at short periods as determined in accordance with
Section 11.4.2, and

S1 = the mapped MCER spectral response acceleration parameter
at a period of 1 s as determined in accordance with
Section 11.4.2

where site coefficients Fa and Fv are defined in Tables 11.4-1 and
11.4-2, respectively. Where Site Class D is selected as the default
site class per Section 11.4.3, the value of Fa shall not be less than
1.2. Where the simplified design procedure of Section 12.14 is
used, the value of Fa shall be determined in accordance with
Section 12.14.8.1, and the values for Fv, SMS, and SM1 need not
be determined.

11.4.5 Design Spectral Acceleration Parameters. Design
earthquake spectral response acceleration parameters at short
periods, SDS, and at 1-s periods, SD1, shall be determined
from Eqs. (11.4-3) and (11.4-4), respectively. Where the
alternate simplified design procedure of Section 12.14 is used,
the value of SDS shall be determined in accordance with
Section 12.14.8.1, and the value for SD1 need not be determined.

SDS =
2
3
SMS (11.4-3)

SD1 =
2
3
SM1 (11.4-4)

11.4.6 Design Response Spectrum. Where a design response
spectrum is required by this standard and site-specific ground
motion procedures are not used, the design response spectrum
curve shall be developed as indicated in Fig. 11.4-1 and as
follows:

1. For periods less than T0, the design spectral response
acceleration, Sa, shall be taken as given in Eq. (11.4-5):

Sa = SDS

�
0.4þ 0.6

T

T0

�
(11.4-5)

Table 11.4-1 Short-Period Site Coefficient, Fa

Mapped Risk-Targeted Maximum Considered Earthquake (MCER) Spectral
Response Acceleration Parameter at Short Period

Site
Class SS ≤ 0.25 SS =0.5 SS =0.75 SS =1.0 SS =1.25 SS ≥ 1.5

A 0.8 0.8 0.8 0.8 0.8 0.8
B 0.9 0.9 0.9 0.9 0.9 0.9
C 1.3 1.3 1.2 1.2 1.2 1.2
D 1.6 1.4 1.2 1.1 1.0 1.0
E 2.4 1.7 1.3 See

Section
11.4.8

See
Section
11.4.8

See
Section
11.4.8

F See
Section
11.4.8

See
Section
11.4.8

See
Section
11.4.8

See
Section
11.4.8

See
Section
11.4.8

See
Section
11.4.8

Note: Use straight-line interpolation for intermediate values of Ss.

Table 11.4-2 Long-Period Site Coefficient, Fv

Mapped Risk-Targeted Maximum Considered Earthquake (MCER) Spectral
Response Acceleration Parameter at 1-s Period

Site
Class S1 ≤ 0.1 S1 = 0.2 S1 =0.3 S1 =0.4 S1 =0.5 S1 ≥ 0.6

A 0.8 0.8 0.8 0.8 0.8 0.8
B 0.8 0.8 0.8 0.8 0.8 0.8
C 1.5 1.5 1.5 1.5 1.5 1.4
D 2.4 2.2a 2.0a 1.9a 1.8a 1.7a

E 4.2 See
Section
11.4.8

See
Section
11.4.8

See
Section
11.4.8

See
Section
11.4.8

See
Section
11.4.8

F See
Section
11.4.8

See
Section
11.4.8

See
Section
11.4.8

See
Section
11.4.8

See
Section
11.4.8

See
Section
11.4.8

Note: Use straight-line interpolation for intermediate values of S1.
aAlso, see requirements for site-specific ground motions in Section 11.4.8.
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2. For periods greater than or equal to T0 and less than or
equal to TS, the design spectral response acceleration, Sa,
shall be taken as equal to SDS.

3. For periods greater than TS and less than or equal to TL, the
design spectral response acceleration, Sa, shall be taken as
given in Eq. (11.4-6):

Sa =
SD1
T

(11.4-6)

4. For periods greater than TL, Sa shall be taken as given in
Eq. (11.4-7):

Sa =
SD1TL

T2 (11.4-7)

where

SDS = the design spectral response acceleration parameter at short
periods

SD1 = the design spectral response acceleration parameter at a 1-s
period

T = the fundamental period of the structure, s
T0 = 0.2(SD1=SDS)
TS = SD1=SDS, and
TL = long-period transition period(s) shown in Figs. 22-14

through 22-17.

11.4.7 Risk-Targeted Maximum Considered Earthquake
(MCER) Response Spectrum. Where an MCER response
spectrum is required, it shall be determined by multiplying the
design response spectrum by 1.5.

11.4.8 Site-Specific Ground Motion Procedures. A site
response analysis shall be performed in accordance with
Section 21.1 for structures on Site Class F sites, unless
exempted in accordance with Section 20.3.1. A ground
motion hazard analysis shall be performed in accordance with
Section 21.2 for the following:

1. seismically isolated structures and structures with
damping systems on sites with S1 greater than or equal
to 0.6,

2. structures on Site Class E sites with Ss greater than or equal
to 1.0, and.

3. structures on Site Class D and E sites with S1 greater than
or equal to 0.2.

EXCEPTION: A ground motion hazard analysis is not
required for structures other than seismically isolated structures
and structures with damping systems where:

1. Structures on Site Class E sites with SS greater than or equal
to 1.0, provided the site coefficient Fa is taken as equal to
that of Site Class C.

2. Structures on Site Class D sites with S1 greater than or
equal to 0.2, provided the value of the seismic response
coefficient Cs is determined by Eq. (12.8-2) for values of
T ≤ 1.5Ts and taken as equal to 1.5 times the value
computed in accordance with either Eq. (12.8-3) for TL ≥
T > 1.5Ts or Eq. (12.8-4) for T > TL.

3. Structures on Site Class E sites with S1 greater than or equal
to 0.2, provided that T is less than or equal to Ts and the
equivalent static force procedure is used for design.

It shall be permitted to perform a site response analysis in
accordance with Section 21.1 and/or a ground motion hazard
analysis in accordance with Section 21.2 to determine ground
motions for any structure.

When the procedures of either Section 21.1 or 21.2 are used,
the design response spectrum shall be determined in accordance
with Section 21.3, the design acceleration parameters shall be
determined in accordance with Section 21.4, and, if required, the
MCEG peak ground acceleration parameter shall be determined
in accordance with Section 21.5.

11.5 IMPORTANCE FACTOR AND RISK CATEGORY

11.5.1 Importance Factor. An Importance Factor, Ie, shall be
assigned to each structure in accordance with Table 1.5-2.

11.5.2 Protected Access for Risk Category IV. Where
operational access to a Risk Category IV structure is required
through an adjacent structure, the adjacent structure shall
conform to the requirements for Risk Category IV structures.
Where operational access is less than 10 ft (3.048 m) from
an interior lot line or another structure on the same lot,
protection from potential falling debris from adjacent
structures shall be provided by the owner of the Risk
Category IV structure.

11.6 SEISMIC DESIGN CATEGORY

Structures shall be assigned a Seismic Design Category in
accordance with this section.

Risk Category I, II, or III structures located where the mapped
spectral response acceleration parameter at 1-s period, S1, is
greater than or equal to 0.75 shall be assigned to Seismic Design
Category E. Risk Category IV structures located where the
mapped spectral response acceleration parameter at 1-s period,
S1, is greater than or equal to 0.75 shall be assigned to Seismic
Design Category F. All other structures shall be assigned to a
Seismic Design Category based on their Risk Category and the
design spectral response acceleration parameters, SDS and SD1,
determined in accordance with Section 11.4.5. Each building and
structure shall be assigned to the more severe Seismic Design
Category in accordance with Table 11.6-1 or 11.6-2, irrespective

TABLE 11.6-1 Seismic Design Category Based on Short-Period
Response Acceleration Parameter

Value of SDS

Risk Category

I or II or III IV

SDS < 0.167 A A
0.167 ≤ SDS < 0.33 B C
0.33 ≤ SDS < 0.50 C D
0.50 ≤ SDS D D

TABLE 11.6-2 Seismic Design Category Based on 1-s Period
Response Acceleration Parameter

Value of SD1

Risk Category

I or II or III IV

SD1 < 0.067 A A
0.067 ≤ SD1 < 0.133 B C
0.133 ≤ SD1 < 0.20 C D
0.20 ≤ SD1 D D
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of the fundamental period of vibration of the structure, T . The
provisions in Chapter 19 shall not be used to modify the spectral
response acceleration parameters for determining Seismic Design
Category.
Where S1 is less than 0.75, the Seismic Design Category is

permitted to be determined from Table 11.6-1 alone where all of
the following apply:

1. In each of the two orthogonal directions, the approximate
fundamental period of the structure, Ta, determined in
accordance with Section 12.8.2.1 is less than 0.8Ts, where
Ts is determined in accordance with Section 11.4.6.

2. In each of two orthogonal directions, the fundamental
period of the structure used to calculate the story drift is
less than Ts.

3. Eq. (12.8-2) is used to determine the seismic response
coefficient Cs.

4. The diaphragms are rigid in accordance with Section 12.3;
or, for diaphragms that are not rigid, the horizontal distance
between vertical elements of the seismic force-resisting
system does not exceed 40 ft (12.192 m).

Where the alternate simplified design procedure of
Section 12.14 is used, the Seismic Design Category is permitted
to be determined from Table 11.6-1 alone, using the value
of SDS determined in Section 12.14.8.1, except that where S1
is greater than or equal to 0.75, the Seismic Design Category
shall be E.

11.7 DESIGN REQUIREMENTS FOR SEISMIC DESIGN
CATEGORY A

Buildings and other structures assigned to Seismic Design
Category A need only comply with the requirements of Sec-
tion 1.4. Nonstructural components in SDC A are exempt from
seismic design requirements. In addition, tanks assigned to Risk
Category IV shall satisfy the freeboard requirement in
Section 15.6.5.1.

11.8 GEOLOGIC HAZARDS AND GEOTECHNICAL
INVESTIGATION

11.8.1 Site Limitation for Seismic Design Categories E
and F. A structure assigned to Seismic Design Category E or
F shall not be located where a known potential exists for an active
fault to cause rupture of the ground surface at the structure.

11.8.2 Geotechnical Investigation Report Requirements for
Seismic Design Categories C through F. A geotechnical
investigation report shall be provided for a structure assigned
to Seismic Design Category C, D, E, or F in accordance with this
section. An investigation shall be conducted, and a report shall be
submitted that includes an evaluation of the following potential
geologic and seismic hazards:

a. Slope instability,
b. Liquefaction,
c. Total and differential settlement, and
d. Surface displacement caused by faulting or seismically

induced lateral spreading or lateral flow.

The report shall contain recommendations for foundation
designs or other measures to mitigate the effects of the previously
mentioned hazards.

EXCEPTION: Where approved by the authority having
jurisdiction, a site-specific geotechnical report is not required

where prior evaluations of nearby sites with similar soil
conditions provide direction relative to the proposed
construction.

11.8.3 Additional Geotechnical Investigation Report
Requirements for Seismic Design Categories D through F.
The geotechnical investigation report for a structure assigned to
Seismic Design Category D, E, or F shall include all of the
following, as applicable:

1. The determination of dynamic seismic lateral earth pres-
sures on basement and retaining walls caused by design
earthquake ground motions.

2. The potential for liquefaction and soil strength loss evalu-
ated for site peak ground acceleration, earthquake magni-
tude, and source characteristics consistent with the MCEG
peak ground acceleration. Peak ground acceleration shall
be determined based on either (1) a site-specific study
taking into account soil amplification effects as specified in
Section 11.4.8 or (2) the peak ground acceleration PGAM ,
from Eq. (11.8-1).

PGAM =FPGA · PGA (11.8-1)

where

PGAM =MCEG peak ground acceleration adjusted for site
class effects.

PGA =Mapped MCEG peak ground acceleration shown
in Figs. 22-9 through 22-13.

FPGA = Site coefficient from Table 11.8-1.

where Site Class D is selected as the default site class
per Section 11.4.3, the value of FPGA shall not be less
than 1.2.

3. Assessment of potential consequences of liquefaction and
soil strength loss, including, but not limited to, estimation
of total and differential settlement, lateral soil movement,
lateral soil loads on foundations, reduction in foundation
soil-bearing capacity and lateral soil reaction, soil down-
drag and reduction in axial and lateral soil reaction for pile
foundations, increases in soil lateral pressures on retaining
walls, and flotation of buried structures.

4. Discussion of mitigation measures such as, but not limited
to, selection of appropriate foundation type and depths,
selection of appropriate structural systems to accommodate
anticipated displacements and forces, ground stabilization,
or any combination of these measures and how they shall
be considered in the design of the structure.

TABLE 11.8-1 Site Coefficient FPGA

Site Class

Mapped Maximum Considered Geometric Mean (MCEG) Peak Ground
Acceleration, PGA

PGA ≤ 0.1 PGA=0.2 PGA=0.3 PGA=0.4 PGA= 0.5 PGA ≥ 0.6

A 0.8 0.8 0.8 0.8 0.8 0.8
B 0.9 0.9 0.9 0.9 0.9 0.9
C 1.3 1.2 1.2 1.2 1.2 1.2
D 1.6 1.4 1.3 1.2 1.1 1.1
E 2.4 1.9 1.6 1.4 1.2 1.1
F See Section 11.4.8

Note: Use straight-line interpolation for intermediate values of PGA.
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11.9 VERTICAL GROUND MOTIONS FOR SEISMIC
DESIGN

11.9.1 General. If the option to incorporate the effects of
vertical seismic ground motions is exercised in lieu of the
requirements of Section 12.4.2.2, the requirements of this
section are permitted to be used in the determination of the
vertical design earthquake ground motions. The requirements of
Section 11.9 shall only apply to structures in Seismic Design
Categories C, D, E, and F.

11.9.2 MCER Vertical Response Spectrum. Where a vertical
response spectrum is required by this standard and site-specific
procedures are not used, the MCER vertical response spectral
acceleration, SaMv, shall be developed as follows:

1. For vertical periods less than or equal to 0.025 s, SaMv shall be
determined in accordance with Eq. (11.9-1) as follows:

SaMv = 0.3CvSMS (11.9-1)

2. For vertical periods greater than 0.025 s and less than or
equal to 0.05 s, SaMv shall be determined in accordance
with Eq. (11.9-2) as follows:

SaMv = 20CvSMSðTv − 0.025Þ þ 0.3CvSMS (11.9-2)

3. For vertical periods greater than 0.05 s and less than or
equal to 0.15 s, SaMv shall be determined in accordance
with Eq. (11.9-3) as follows:

SaMv = 0.8CvSMS (11.9-3)

4. For vertical periods greater than 0.15 s and less than or
equal to 2.0 s, SaMv shall be determined in accordance with
Eq. (11.9-4) as follows:

SaMv = 0.8CvSMS

�
0.15
Tv

�
0.75

(11.9-4)

where

Cv = is defined in terms of SS in Table 11.9-1,
SMS = the MCER spectral response acceleration parameter at

short periods, and
Tv = the vertical period of vibration.

SaMv shall not be less than one-half of the corresponding SaM
for horizontal components determined in accordance with the
general or site-specific procedures of Section 11.4 or Chapter 21,
respectively.

For vertical periods greater than 2.0 s, SaMv shall be developed
from a site-specific procedure; however, the resulting ordinate of
SaMv shall not be less than one-half of the corresponding Sa for
horizontal components determined in accordance with the gen-
eral or site-specific procedures of Section 11.4 or Chapter 21,
respectively.

In lieu of using the above procedure, a site-specific study is
permitted to be performed to obtain SaMv at vertical periods less
than or equal to 2.0 s, but the value so determined shall not be less
than 80% of the SaMv value determined from Eqs. (11.9-1)
through (11.9-4).

11.9.3 Design Vertical Response Spectrum. The design
vertical response spectral acceleration, Sav, shall be taken as
two-thirds of the value of SaMv determined in Section 11.9.2.

11.10 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

See Chapter 23 for the list of consensus standards and other
documents that shall be considered part of this standard to the
extent referenced in this chapter.

TABLE 11.9-1 Values of Vertical Coefficient Cv

Mapped MCER

Spectral Response
Parameter at Short
Periodsa Site Class A, B Site Class C Site Class D, E, F

SS ≥ 2.0 0.9 1.3 1.5
SS = 1.0 0.9 1.1 1.3
SS = 0.6 0.9 1.0 1.1
SS = 0.3 0.8 0.8 0.9
SS ≤ 0.2 0.7 0.7 0.7

aUse straight-line interpolation for intermediate values of SS.
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CHAPTER 12

SEISMIC DESIGN REQUIREMENTS FOR BUILDING STRUCTURES

12.1 STRUCTURAL DESIGN BASIS

12.1.1 Basic Requirements. The seismic analysis and design
procedures to be used in the design of building structures and
their members shall be as prescribed in this section. The building
structure shall include complete lateral and vertical force-
resisting systems capable of providing adequate strength,
stiffness, and energy dissipation capacity to withstand the
design ground motions within the prescribed limits of
deformation and strength demand. The design ground motions
shall be assumed to occur along any horizontal direction of a
building structure. The adequacy of the structural systems shall
be demonstrated through the construction of a mathematical
model and evaluation of this model for the effects of design
ground motions. The design seismic forces and their distribution
over the height of the building structure shall be established in
accordance with one of the applicable procedures indicated in
Section 12.6, and the corresponding internal forces and
deformations in the members of the structure shall be
determined. An approved alternative procedure shall not be
used to establish the seismic forces and their distribution
unless the corresponding internal forces and deformations in
the members are determined using a model consistent with the
procedure adopted.

EXCEPTION: As an alternative, the simplified design pro-
cedures of Section 12.14 are permitted to be used in lieu of the
requirements of Sections 12.1 through 12.12, subject to all of the
limitations contained in Section 12.14.

12.1.2 Member Design, Connection Design, and Deformation
Limit. Individual members, including those not part of the
seismic force-resisting system, shall be provided with adequate
strength to resist the shears, axial forces, and moments determined
in accordance with this standard, and connections shall develop
the strength of the connected members or the forces indicated in
Section 12.1.1. The deformation of the structure shall not exceed
the prescribed limits where the structure is subjected to the design
seismic forces.

12.1.3 Continuous Load Path and Interconnection. A
continuous load path, or paths, with adequate strength and
stiffness shall be provided to transfer all forces from the point
of application to the final point of resistance. All parts of the
structure between separation joints shall be interconnected to
form a continuous path to the seismic force-resisting system, and
the connections shall be capable of transmitting the seismic force
(Fp) induced by the parts being connected. Any smaller portion
of the structure shall be tied to the remainder of the structure with
elements that have a design strength capable of transmitting a
seismic force of 0.133 times the short-period design spectral
response acceleration parameter, SDS, times the weight of the

smaller portion or 5% of the portion’s weight, whichever is
greater. This connection force does not apply to the overall
design of the seismic force-resisting system. Connection
design forces need not exceed the maximum forces that the
structural system can deliver to the connection.

12.1.4 Connection to Supports. A positive connection for
resisting a horizontal force acting parallel to the member shall
be provided for each beam, girder, or truss, either directly to its
supporting elements or to slabs designed to act as diaphragms.
Where the connection is through a diaphragm, then the member’s
supporting element must also be connected to the diaphragm.
The connection shall have a minimum design strength of 5% of
the dead plus live load reaction.

12.1.5 Foundation Design. The foundation shall be designed to
resist the forces developed and to accommodate the movements
imparted to the structure and foundation by the design ground
motions. The dynamic nature of the forces, the expected ground
motion, the design basis for strength and energy dissipation
capacity of the structure, and the dynamic properties of the
soil shall be included in the determination of the foundation
design criteria. The design and construction of foundations shall
comply with Section 12.13.

When calculating load combinations using either the load
combinations specified in Sections 2.3 or 2.4, the weights of
foundations shall be considered dead loads in accordance with
Section 3.1.2. The dead loads are permitted to include overlying
fill and paving materials.

12.1.6 Material Design and Detailing Requirements.
Structural elements, including foundation elements, shall
conform to the material design and detailing requirements set
forth in Chapter 14.

12.2 STRUCTURAL SYSTEM SELECTION

12.2.1 Selection and Limitations. Except as noted in
Section 12.2.1.1, the basic lateral and vertical seismic force-
resisting system shall conform to one of the types indicated in
Table 12.2-1 or a combination of systems as permitted in
Sections 12.2.2, 12.2.3, and 12.2.4. Each system is subdivided
by the types of vertical elements used to resist lateral seismic
forces. The structural systems used shall be in accordance with
the structural system limitations and the limits on structural
height, hn, contained in Table 12.2-1. The appropriate
response modification coefficient, R; overstrength factor, Ω0;
and deflection amplification factor, Cd, indicated in Table 12.2-1
shall be used in determining the base shear, element design
forces, and design story drift.

Each selected seismic force-resisting system shall be designed
and detailed in accordance with the specific requirements for the
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system as set forth in the applicable reference document listed in
Table 12.2-1 and the additional requirements set forth in
Chapter 14.

Nothing contained in this section shall prohibit the use of
alternative procedures for the design of individual structures that
demonstrate acceptable performance in accordance with the
requirements of Section 1.3.1.3 of this standard.

12.2.1.1 Alternative Structural Systems. Use of seismic
force-resisting systems not contained in Table 12.2-1 shall be
permitted contingent on submittal to and approval by the
Authority Having Jurisdiction and independent structural
design review of an accompanying set of design criteria and
substantiating analytical and test data. The design criteria shall
specify any limitations on system use, including Seismic Design
Category and height; required procedures for designing the
system’s components and connections; required detailing; and
the values of the response modification coefficient, R;
overstrength factor, Ω0; and deflection amplification factor, Cd.
The submitted data shall establish the system’s nonlinear dynamic
characteristics and demonstrate that the design criteria result in a
probability of collapse conditioned on the occurrence of MCER
shaking not greater than 10% for Risk Category II structures. The
conditional probability of collapse shall be determined based on a
nonlinear analytical evaluation of the system and shall account for
sources of uncertainty in quality of the design criteria, modeling
fidelity, laboratory test data, and ground motions. Structural
design review shall conform to the criteria of Section 16.5.

12.2.1.2 Elements of Seismic Force-Resisting Systems.
Elements of seismic force-resisting systems, including members
and their connections, shall conform to the detailing requirements
specified in Table 12.2-1 for the selected structural system.

EXCEPTION: Substitute elements that do not conform to the
requirements specified in Table 12.2-1 shall be permitted con-
tingent on submittal to and approval by the authority having
jurisdiction of all of the following:

a. In-depth description of the methodology used to evaluate
equivalency of the substitute element for the seismic force-
resisting system of interest, or reference to published
documentation describing the methodology in depth.

b. Justification of the applicability of the equivalency meth-
odology, including but not limited to consideration of the
similarity of the forces transferred across the connection
between the substitute and conforming elements and the
balance of the seismic force-resisting system, and the
similarity between the substitute and conforming element
on the distribution of forces and displacements in the
balance of the structure.

c. A design procedure for the substitute elements, including
procedures to determine design strength stiffness, detailing,
connections, and limitations to applicability and use.

d. Requirements for the manufacturing, installation, and
maintenance of the substitute elements.

e. Experimental evidence demonstrating that the hysteretic
characteristics of the conforming and substitute elements
are similar through deformation levels anticipated in re-
sponse to MCER shaking. The evaluation of experimental
evidence shall include assessment of the ratio of the
measured maximum strength to design strength; the ratio
of the measured initial stiffness to design stiffness; the
ultimate deformation capacity; and the cyclic strength and
stiffness deterioration characteristics of the conforming and
substitute elements.

f. Evidence of independent structural design review, in ac-
cordance with Section 16.5 or review by a third party
acceptable to the authority having jurisdiction, of confor-
mance to the requirements of this section.

12.2.2 Combinations of Framing Systems in Different
Directions. Different seismic force-resisting systems are
permitted to be used to resist seismic forces along each of the
two orthogonal axes of the structure. Where different systems are
used, the respective R, Cd, andΩ0 coefficients shall apply to each
system, including the structural system limitations contained in
Table 12.2-1.

12.2.3 Combinations of Framing Systems in the Same
Direction. Where different seismic force-resisting systems are
used in combination to resist seismic forces in the same direction,
other than those combinations considered as dual systems, the
most stringent applicable structural system limitations contained
in Table 12.2-1 shall apply and the design shall comply with the
requirements of this section.

12.2.3.1 R, Cd , and Ω0 Values for Vertical Combinations.
Where a structure has a vertical combination in the same
direction, the following requirements shall apply:

1. Where the lower system has a lower response modification
coefficient, R, the design coefficients (R, Ω0, and Cd)
for the upper system are permitted to be used to calculate
the forces and drifts of the upper system. For the design of
the lower system, the design coefficients (R, Ω0, and Cd)
for the lower system shall be used. Forces transferred
from the upper system to the lower system shall be
increased by multiplying by the ratio of the higher response
modification coefficient to the lower response modification
coefficient.

2. Where the upper system has a lower response modification
coefficient, the design coefficients (R, Ω0, and Cd) for the
upper system shall be used for both systems.

EXCEPTIONS:

1. Rooftop structures not exceeding two stories in height and
10% of the total structure weight.

2. Other supported structural systems with a weight equal to
or less than 10% of the weight of the structure.

3. Detached one- and two-family dwellings of light-frame
construction.

12.2.3.2 Two-Stage Analysis Procedure. A two-stage
equivalent lateral force procedure is permitted to be used for
structures that have a flexible upper portion above a rigid lower
portion, provided that the design of the structure complies with
all of the following:

a. The stiffness of the lower portion shall be at least 10 times
the stiffness of the upper portion.

b. The period of the entire structure shall not be greater than
1.1 times the period of the upper portion considered as a
separate structure supported at the transition from the upper
to the lower portion.

c. The upper portion shall be designed as a separate structure
using the appropriate values of R and ρ.

d. The lower portion shall be designed as a separate structure
using the appropriate values of R and ρ. The reactions from
the upper portion shall be those determined from the
analysis of the upper portion amplified by the ratio of the
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R∕ρ of the upper portion over R∕ρ of the lower portion.
This ratio shall not be less than 1.0.

e. The upper portion is analyzed with the equivalent lateral
force or modal response spectrum procedure, and the lower
portion is analyzed with the equivalent lateral force
procedure.

12.2.3.3 R, Cd , and Ω0 Values for Horizontal Combinations.
The value of the response modification coefficient, R, used for
design in the direction under consideration shall not be greater
than the least value of R for any of the systems used in that
direction. The deflection amplification factor, Cd, and the
overstrength factor, Ω0, shall be consistent with R required in
that direction.

EXCEPTION: Resisting elements are permitted to be
designed using the least value of R for the different structural
systems found in each independent line of resistance if the
following three conditions are met: (1) Risk Category I or II
building, (2) two stories or fewer above grade plane, and (3) use
of light-frame construction or flexible diaphragms. The value of
R used for design of diaphragms in such structures shall not be
greater than the least value of R for any of the systems used in that
same direction.

12.2.4 Combination Framing Detailing Requirements.
Structural members common to different framing systems
used to resist seismic forces in any direction shall be designed
using the detailing requirements of Chapter 12 required by the
highest response modification coefficient, R, of the connected
framing systems.

12.2.5 System-Specific Requirements. The structural framing
system shall also comply with the following system-specific
requirements of this section.

12.2.5.1 Dual System. For a dual system, the moment frames
shall be capable of resisting at least 25% of the design seismic
forces. The total seismic force resistance is to be provided by the
combination of the moment frames and the shear walls or braced
frames in proportion to their rigidities.

12.2.5.2 Cantilever Column Systems. Cantilever column
systems are permitted as indicated in Table 12.2-1 and as
follows. The required axial strength of individual cantilever
column elements, considering only the load combinations that
include seismic load effects, shall not exceed 15% of the
available axial strength, including slenderness effects.
Foundation and other elements used to provide overturning

resistance at the base of cantilever column elements shall be
designed to resist the seismic load effects, including overstrength
of Section 12.4.3.

12.2.5.3 Inverted Pendulum-Type Structures. Regardless of
the structural system selected, inverted pendulums as defined in
Section 11.2 shall comply with this section. Supporting columns
or piers of inverted pendulum-type structures shall be designed
for the bending moment calculated at the base determined using
the procedures given in Section 12.8 and varying uniformly to a
moment at the top equal to one-half the calculated bending
moment at the base.

12.2.5.4 Increased Structural Height Limit for Steel
Eccentrically Braced Frames, Steel Special Concentrically
Braced Frames, Steel Buckling-Restrained Braced Frames,
Steel Special Plate Shear Walls, and Special Reinforced
Concrete Shear Walls. The limits on structural height, hn, in
Table 12.2-1 are permitted to be increased from 160 ft (50 m) to

240 ft (75 m) for structures assigned to Seismic Design
Categories D or E and from 100 ft (30 m) to 160 ft (50 m)
for structures assigned to Seismic Design Category F, provided
that the seismic force-resisting systems are limited to steel
eccentrically braced frames, steel special concentrically braced
frames, steel buckling-restrained braced frames, steel special
plate shear walls, or special reinforced concrete cast-in-place
shear walls and both of the following requirements are met:

1. The structure shall not have an extreme torsional irregu-
larity as defined in Table 12.3-1 (horizontal structural
irregularity Type 1b).

2. The steel eccentrically braced frames, steel special concen-
trically braced frames, steel buckling-restrained braced
frames, steel special plate shear walls, or special reinforced
cast-in-place concrete shear walls in any one plane shall
resist no more than 60% of the total seismic forces in each
direction, neglecting accidental torsional effects.

12.2.5.5 Special Moment Frames in Structures Assigned to
Seismic Design Categories D through F. For structures assigned
to Seismic Design Categories D, E, or F, where a special moment
frame is required by Table 12.2-1 because of the structural system
limitations, the frame shall be continuous to the base.
A special moment frame that is used but not required by

Table 12.2-1 is permitted to be discontinued above the base and
supported by a more rigid system with a lower response modifi-
cation coefficient, R, provided that the requirements of Sec-
tions 12.2.3.1 and 12.3.3.4 are met.

12.2.5.6 Steel Ordinary Moment Frames
12.2.5.6.1 Seismic Design Category D or E
a. Single-story steel ordinary moment frames in structures

assigned to Seismic Design Category D or E are permitted
up to a structural height, hn, of 65 ft (20 m) where the dead
load supported by and tributary to the roof does not exceed
20 psf (0.96 kN∕m2). In addition, the dead load of the
exterior walls more than 35 ft (10.6 m) above the base
tributary to the moment frames shall not exceed 20 psf
(0.96 kN∕m2).

EXCEPTION: Single-story structures with steel or-
dinary moment frames whose purpose is to enclose
equipment or machinery and whose occupants are en-
gaged in maintenance or monitoring of that equipment,
machinery, or their associated processes shall be permit-
ted to be of unlimited height where the sum of the dead
and equipment loads supported by and tributary to the
roof does not exceed 20 psf (0.96 kN∕m2). In addition,
the dead load of the exterior wall system, including
exterior columns more than 35 ft (10.6 m) above the
base, shall not exceed 20 psf (0.96 kN∕m2). For deter-
mining compliance with the exterior wall or roof load
limits, the weight of equipment or machinery, including
cranes, not self-supporting for all loads shall be assumed to
be fully tributary to the area of the adjacent exterior wall or
roof not to exceed 600 ft2 (55.8m2), regardless of its height
above the base of the structure.

b. Steel ordinary moment frames in structures assigned to
Seismic Design Category D or E not meeting the limita-
tions set forth in Section 12.2.5.6.1.a are permitted within
light-frame construction up to a structural height, hn, of
35 ft (10.6 m) where neither the roof dead load nor the dead
load of any floor above the base supported by and tributary
to the moment frames exceeds 35 psf (1.68 kN∕m2). In
addition, the dead load of the exterior walls tributary to the
moment frames shall not exceed 20 psf (0.96 kN∕m2).
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12.2.5.6.2 Seismic Design Category F. Single-story steel ordi-
nary moment frames in structures assigned to Seismic Design
Category F are permitted up to a structural height, hn, of 65 ft
(20 m) where the dead load supported by and tributary to the roof
does not exceed 20 psf (0.96 kN∕m2). In addition, the dead load
of the exterior walls tributary to the moment frames shall not
exceed 20 psf (0.96 kN∕m2).

12.2.5.7 Steel Intermediate Moment Frames
12.2.5.7.1 Seismic Design Category D
a. Single-story steel intermediate moment frames in structures

assigned to Seismic Design Category D are permitted up to
a structural height, hn, of 65 ft (20 m) where the dead load
supported by and tributary to the roof does not exceed 20
psf (0.96 kN∕m2). In addition, the dead load of the exterior
walls more than 35 ft (10.6 m) above the base tributary to
the moment frames shall not exceed 20 psf (0.96 kN∕m2).

EXCEPTION: Single-story structures with steel inter-
mediate moment frames whose purpose is to enclose
equipment or machinery and whose occupants are engaged
in maintenance or monitoring of that equipment, machin-
ery, or their associated processes shall be permitted to be of
unlimited height where the sum of the dead and equipment

loads supported by and tributary to the roof does not
exceed 20 psf (0.96 kN∕m2). In addition, the dead load
of the exterior wall system, including exterior columns
more than 35 ft (10.6 m) above the base, shall not exceed
20 psf (0.96 kN∕m2). For determining compliance with the
exterior wall or roof load limits, the weight of equipment or
machinery, including cranes, not self-supporting for all
loads shall be assumed to be fully tributary to the area of
the adjacent exterior wall or roof not to exceed 600 ft2

(55.8 m2), regardless of its height above the base of the
structure.

b. Steel intermediate moment frames in structures assigned to
Seismic Design Category D not meeting the limitations set
forth in Section 12.2.5.7.1.a are permitted up to a structural
height, hn, of 35 ft (10.6 m).

12.2.5.7.2 Seismic Design Category E
a. Single-story steel intermediate moment frames in structures

assigned to Seismic Design Category E are permitted up to
a structural height, hn, of 65 ft (20 m) where the dead load
supported by and tributary to the roof does not exceed 20
psf (0.96 kN∕m2). In addition, the dead load of the exterior
walls more than 35 ft (10.6 m) above the base tributary

Table 12.3-1 Horizontal Structural Irregularities

Type Description
Reference
Section

Seismic Design
Category

Application

1a. Torsional Irregularity: Torsional irregularity is defined to exist where the maximum story
drift, computed including accidental torsion with Ax = 1.0, at one end of the structure
transverse to an axis is more than 1.2 times the average of the story drifts at the two ends of
the structure. Torsional irregularity requirements in the reference sections apply only to
structures in which the diaphragms are rigid or semirigid.

12.3.3.4 D, E, and F
12.7.3 B, C, D, E, and F
12.8.4.3 C, D, E, and F
12.12.1 C, D, E, and F

Table 12.6-1 D, E, and F
16.3.4 B, C, D, E, and F

1b. Extreme Torsional Irregularity: Extreme torsional irregularity is defined to exist where
the maximum story drift, computed including accidental torsion with Ax = 1.0, at one end of
the structure transverse to an axis is more than 1.4 times the average of the story drifts at the
two ends of the structure. Extreme torsional irregularity requirements in the reference
sections apply only to structures in which the diaphragms are rigid or semirigid.

12.3.3.1 E and F
12.3.3.4 D
12.3.4.2 D
12.7.3 B, C, and D
12.8.4.3 C and D
12.12.1 C and D

Table 12.6-1 D
16.3.4 B, C, and D

2. Reentrant Corner Irregularity: Reentrant corner irregularity is defined to exist where
both plan projections of the structure beyond a reentrant corner are greater than 15% of the
plan dimension of the structure in the given direction.

12.3.3.4 D, E, and F
Table 12.6-1 D, E, and F

3. Diaphragm Discontinuity Irregularity: Diaphragm discontinuity irregularity is defined to
exist where there is a diaphragm with an abrupt discontinuity or variation in stiffness,
including one that has a cutout or open area greater than 50% of the gross enclosed
diaphragm area, or a change in effective diaphragm stiffness of more than 50% from one
story to the next.

12.3.3.4 D, E, and F
Table 12.6-1 D, E, and F

4. Out-of-Plane Offset Irregularity: Out-of-plane offset irregularity is defined to exist where
there is a discontinuity in a lateral force-resistance path, such as an out-of-plane offset of at
least one of the vertical elements.

12.3.3.3 B, C, D, E, and F
12.3.3.4 D, E, and F
12.7.3 B, C, D, E, and F

Table 12.6-1 D, E, and F
16.3.4 B, C, D, E, and F

5. Nonparallel System Irregularity: Nonparallel system irregularity is defined to exist where
vertical lateral force-resisting elements are not parallel to the major orthogonal axes of the
seismic force-resisting system.

12.5.3 C, D, E, and F
12.7.3 B, C, D, E, and F

Table 12.6-1 D, E, and F
16.3.4 B, C, D, E, and F
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to the moment frames shall not exceed 20 psf
(0.96 kN∕m2).

EXCEPTION: Single-story structures with steel inter-
mediate moment frames whose purpose is to enclose
equipment or machinery and whose occupants are engaged
in maintenance or monitoring of that equipment, machin-
ery, or their associated processes shall be permitted to be of
unlimited height where the sum of the dead and equipment
loads supported by and tributary to the roof does not
exceed 20 psf (0.96 kN∕m2). In addition, the dead load
of the exterior wall system, including exterior columns
more than 35 ft (10.6 m) above the base, shall not exceed
20 psf (0.96 kN∕m2). For determining compliance with the
exterior wall or roof load limits, the weight of equipment or
machinery, including cranes, not self-supporting for all
loads shall be assumed fully tributary to the area of the
adjacent exterior wall or roof not to exceed 600 ft2

(55.8 m2), regardless of its height above the base of the
structure.

b. Steel intermediate moment frames in structures assigned to
Seismic Design Category E not meeting the limitations set
forth in Section 12.2.5.7.2.a are permitted up to a structural
height, hn, of 35 ft (10.6 m) where neither the roof dead
load nor the dead load of any floor above the base
supported by and tributary to the moment frames exceeds
35 psf (1.68 kN∕m2). In addition, the dead load of the
exterior walls tributary to the moment frames shall not
exceed 20 psf (0.96 kN∕m2).

12.2.5.7.3 Seismic Design Category F
a. Single-story steel intermediate moment frames in structures

assigned to Seismic Design Category F are permitted up to
a structural height, hn, of 65 ft (20 m) where the dead load
supported by and tributary to the roof does not exceed 20
psf (0.96 kN∕m2). In addition, the dead load of the exterior
walls tributary to the moment frames shall not exceed 20
psf (0.96 kN∕m2).

b. Steel intermediate moment frames in structures assigned
to Seismic Design Category F not meeting the limitations
set forth in Section 12.2.5.7.3.a are permitted within
light-frame construction up to a structural height, hn, of
35 ft (10.6 m) where neither the roof dead load nor the
dead load of any floor above the base supported by and
tributary to the moment frames exceeds 35 psf
(1.68 kN∕m2). In addition, the dead load of the exterior
walls tributary to the moment frames shall not exceed
20 psf (0.96 kN∕m2).

12.2.5.8 Shear Wall–Frame Interactive Systems. The shear
strength of the shear walls of the shear wall–frame interactive
system shall be at least 75% of the design story shear at each
story. The frames of the shear wall–frame interactive system shall
be capable of resisting at least 25% of the design story shear in
every story.

12.3 DIAPHRAGM FLEXIBILITY, CONFIGURATION
IRREGULARITIES, AND REDUNDANCY

12.3.1 Diaphragm Flexibility. The structural analysis shall
consider the relative stiffnesses of diaphragms and the vertical
elements of the seismic force-resisting system. Unless a
diaphragm can be idealized as either flexible or rigid in
accordance with Sections 12.3.1.1, 12.3.1.2, or 12.3.1.3, the
structural analysis shall explicitly include consideration of the
stiffness of the diaphragm (i.e., semirigid modeling assumption).

12.3.1.1 Flexible Diaphragm Condition. Diaphragms
constructed of untopped steel decking or wood structural panels
are permitted to be idealized as flexible if any of the following
conditions exist:

a. In structures where the vertical elements are steel braced
frames; steel and concrete composite braced frames; or
concrete, masonry, steel, or steel and concrete composite
shear walls.

b. In one- and two-family dwellings.
c. In structures of light-frame construction where all of the

following conditions are met:
1. Topping of concrete or similar materials is not placed

over wood structural panel diaphragms except for non-
structural topping no greater than 1 1/2 in. (38 mm)
thick.

2. Each line of vertical elements of the seismic force-
resisting system complies with the allowable story drift
of Table 12.12-1.

12.3.1.2 Rigid Diaphragm Condition. Diaphragms of
concrete slabs or concrete-filled metal deck with span-to-depth
ratios of 3 or less in structures that have no horizontal
irregularities are permitted to be idealized as rigid.

12.3.1.3 Calculated Flexible Diaphragm Condition.
Diaphragms not satisfying the conditions of Sections 12.3.1.1
or 12.3.1.2 are permitted to be idealized as flexible provided:

δMDD

ΔADVE
> 2 (12.3-1)

where δMDD and ΔADVE are as shown in Fig. 12.3-1. The loading
used in this calculation shall be that prescribed in Section 12.8.

12.3.2 Irregular and Regular Classification. Structures shall
be classified as having a structural irregularity based on the
criteria in this section. Such classification shall be based on their
structural configurations.

12.3.2.1 Horizontal Irregularity. Structures that have one or
more of the irregularity types listed in Table 12.3-1 shall be
designated as having a horizontal structural irregularity. Such
structures assigned to the Seismic Design Categories listed in
Table 12.3-1 shall comply with the requirements in the sections
referenced in that table.

12.3.2.2 Vertical Irregularity. Structures that have one or
more of the irregularity types listed in Table 12.3-2 shall be
designated as having a vertical structural irregularity. Such
structures assigned to the Seismic Design Categories listed in
Table 12.3-2 shall comply with the requirements in the sections
referenced in that table.

FIGURE 12.3-1 Flexible Diaphragm

96 STANDARD 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



EXCEPTIONS:

1. Vertical structural irregularities of Types 1a, 1b, and 2 in
Table 12.3-2 do not apply where no story drift ratio under
design lateral seismic force is greater than 130% of the
story drift ratio of the next story above. Torsional effects
need not be considered in the calculation of story drifts.
The story–drift ratio relationship for the top two stories of
the structure are not required to be evaluated.

2. Vertical structural irregularities of Types 1a, 1b, and 2 in
Table 12.3-2 are not required to be considered for one-
story buildings in any Seismic Design Category or for
two-story buildings assigned to Seismic Design Categories
B, C, or D.

12.3.3 Limitations and Additional Requirements for Systems
with Structural Irregularities

12.3.3.1 Prohibited Horizontal and Vertical Irregularities
for Seismic Design Categories D through F. Structures
assigned to Seismic Design Category E or F that have
horizontal irregularity Type 1b of Table 12.3-1 or vertical
irregularities Type 1b, 5a, or 5b of Table 12.3-2 shall not be
permitted. Structures assigned to Seismic Design Category D that
have vertical irregularity Type 5b of Table 12.3-2 shall not be
permitted.

12.3.3.2 Extreme Weak Stories. Structures with a vertical
irregularity Type 5b, as defined in Table 12.3-2, shall not be
more than two stories or 30 ft (9 m) in structural height, hn.

EXCEPTION: The limit does not apply where the “weak”
story is capable of resisting a total seismic force equal toΩ0 times
the design force prescribed in Section 12.8.

12.3.3.3 Elements Supporting Discontinuous Walls or
Frames. Structural elements supporting discontinuous walls
or frames of structures that have horizontal irregularity Type 4
of Table 12.3-1 or vertical irregularity Type 4 of Table 12.3-2
shall be designed to resist the seismic load effects, including
overstrength of Section 12.4.3. The connections of such
discontinuous walls or frames to the supporting members shall
be adequate to transmit the forces for which the discontinuous
walls or frames were required to be designed.

12.3.3.4 Increase in Forces Caused by Irregularities for
Seismic Design Categories D through F. For structures
assigned to Seismic Design Category D, E, or F and having a
horizontal structural irregularity of Type 1a, 1b, 2, 3, or 4 in
Table 12.3-1 or a vertical structural irregularity of Type 4 in
Table 12.3-2, the design forces determined from
Section 12.10.1.1 shall be increased 25% for the following
elements of the seismic force-resisting system:

1. Connections of diaphragms to vertical elements and to
collectors and

2. Collectors and their connections, including connections to
vertical elements, of the seismic force-resisting system.

EXCEPTION: Forces calculated using the seismic load
effects, including overstrength of Section 12.4.3, need not be
increased.

Table 12.3-2 Vertical Structural Irregularities

Type Description
Reference
Section

Seismic Design
Category

Application

1a. Stiffness–Soft Story Irregularity: Stiffness–soft story irregularity is defined to exist where there is a
story in which the lateral stiffness is less than 70% of that in the story above or less than 80% of the
average stiffness of the three stories above.

Table 12.6-1 D, E, and F

1b. Stiffness–Extreme Soft Story Irregularity: Stiffness–extreme soft story irregularity is defined to exist
where there is a story in which the lateral stiffness is less than 60% of that in the story above or less than
70% of the average stiffness of the three stories above.

12.3.3.1 E and F
Table 12.6-1 D, E, and F

2. Weight (Mass) Irregularity:Weight (mass) irregularity is defined to exist where the effective mass of
any story is more than 150% of the effective mass of an adjacent story. A roof that is lighter than the
floor below need not be considered.

Table 12.6-1 D, E, and F

3. Vertical Geometric Irregularity: Vertical geometric irregularity is defined to exist where the
horizontal dimension of the seismic force-resisting system in any story is more than 130% of that in an
adjacent story.

Table 12.6-1 D, E, and F

4. In-Plane Discontinuity in Vertical Lateral Force-Resisting Element Irregularity: In-plane
discontinuity in vertical lateral force-resisting element irregularity is defined to exist where there is an
in-plane offset of a vertical seismic force-resisting element resulting in overturning demands on
supporting structural elements.

12.3.3.3 B, C, D, E, and F
12.3.3.4 D, E, and F

Table 12.6-1 D, E, and F

5a. Discontinuity in Lateral Strength–Weak Story Irregularity: Discontinuity in lateral strength–weak
story irregularity is defined to exist where the story lateral strength is less than 80% of that in the story
above. The story lateral strength is the total lateral strength of all seismic-resisting elements sharing the
story shear for the direction under consideration.

12.3.3.1 E and F
Table 12.6-1 D, E, and F

5b. Discontinuity in Lateral Strength–Extreme Weak Story Irregularity: Discontinuity in lateral
strength–extreme weak story irregularity is defined to exist where the story lateral strength is less than
65% of that in the story above. The story strength is the total strength of all seismic-resisting elements
sharing the story shear for the direction under consideration.

12.3.3.1 D, E, and F
12.3.3.2 B and C

Table 12.6-1 D, E, and F
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12.3.4 Redundancy. A redundancy factor, ρ, shall be assigned
to the seismic force-resisting system in each of two orthogonal
directions for all structures in accordance with this section.

12.3.4.1 Conditions Where Value of ρ is 1.0. The value of ρ is
permitted to equal 1.0 for the following:

1. Structures assigned to Seismic Design Category B or C;
2. Drift calculation and P-delta effects;
3. Design of nonstructural components;
4. Design of nonbuilding structures that are not similar to

buildings;
5. Design of collector elements, splices, and their connections

for which the seismic load effects, including overstrength
of Section 12.4.3, are used;

6. Design of members or connections where the seismic load
effects, including overstrength of Section 12.4.3, are re-
quired for design;

7. Diaphragm loads determined using Eq. (12.10-1), includ-
ing the limits imposed by Eqs. (12.10-2) and (12.10-3);

8. Structures with damping systems designed in accordance
with Chapter 18; and

9. Design of structural walls for out-of-plane forces, including
their anchorage.

12.3.4.2 Redundancy Factor, ρ, for Seismic Design
Categories D through F. For structures assigned to Seismic
Design Category D and having extreme torsional irregularity as
defined in Table 12.3-1, Type 1b, ρ shall equal 1.3. For other
structures assigned to Seismic Design Category D and for structures
assigned to Seismic Design Categories E or F, ρ shall equal 1.3
unless one of the following two conditions is met, whereby ρ is
permitted to be taken as 1.0. A reduction in the value of ρ from 1.3
is not permitted for structures assigned to Seismic Design Category
D that have an extreme torsional irregularity (Type 1b). Seismic
Design Categories E and F are not also specified because extreme
torsional irregularities are prohibited (see Section 12.3.3.1).

a. Each story resisting more than 35% of the base shear in the
direction of interest shall comply with Table 12.3-3.

b. Structures are regular in plan at all levels provided that the
seismic force-resisting systems consist of at least two bays
of seismic force-resisting perimeter framing on each side of
the structure in each orthogonal direction at each story
resisting more than 35% of the base shear. The number of
bays for a shear wall shall be calculated as the length of
shear wall divided by the story height or two times the
length of shear wall divided by the story height, hsx, for
light-frame construction.

12.4 SEISMIC LOAD EFFECTS AND COMBINATIONS

12.4.1 Applicability. All members of the structure, including
those not part of the seismic force-resisting system, shall be
designed using the seismic load effects of Section 12.4 unless
otherwise exempted by this standard. Seismic load effects are the
axial, shear, and flexural member forces resulting from
application of horizontal and vertical seismic forces as set
forth in Section 12.4.2. Where required, seismic load effects
shall include overstrength, as set forth in Section 12.4.3.

12.4.2 Seismic Load Effect. The seismic load effect, E, shall be
determined in accordance with the following:

1. For use in load combination 6 in Section 2.3.6 or load
combinations 8 and 9 in Section 2.4.5, E shall be deter-
mined in accordance with Eq. (12.4-1) as follows:

E=Eh þ Ev (12.4-1)

2. For use in load combination 7 in Section 2.3.6 or load
combination 10 in Section 2.4.5, E shall be determined in
accordance with Eq. (12.4-2) as follows:

E=Eh − Ev (12.4-2)

Table 12.3-3 Requirements for Each Story Resisting More than 35% of the Base Shear

Lateral Force-Resisting Element Requirement

Braced frames Removal of an individual brace, or connection thereto, would not result in more than a 33% reduction in story strength, nor does
the resulting system have an extreme torsional irregularity (horizontal structural irregularity Type 1b).

Moment frames Loss of moment resistance at the beam-to-column connections at both ends of a single beam would not result in more than a 33%
reduction in story strength; nor does the resulting system have an extreme torsional irregularity (horizontal structural irregularity
Type 1b).

Shear walls or wall piers
with a height-to-length
ratio greater than 1.0

Removal of a shear wall or wall pier with a height-to-length ratio greater than 1.0 within any story, or collector connections thereto,
would not result in more than a 33% reduction in story strength; nor does the resulting system have an extreme torsional
irregularity (horizontal structural irregularity Type 1b). The shear wall and wall pier height-to-length ratios are determined as
shown in Fig. 12.3-2.

Cantilever columns Loss of moment resistance at the base connections of any single cantilever column would not result in more than a 33% reduction
in story strength; nor does the resulting system have an extreme torsional irregularity (horizontal structural irregularity Type 1b).

Other No requirements.

FIGURE 12.3-2 Shear Wall and Wall Pier Height-to-Length Ratio
Determination

Notes: hwall = height of shear wall; hwp = height of wall pier; Lwall =
length of shear wall; Lwp = length of wall pier. Shear wall height-to-
length ratio: hwall∕Lwall. Wall pier height-to-length ratio: hwp∕Lwp.
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where

E = seismic load effect,
Eh = effect of horizontal seismic forces as defined in Sec-

tion 12.4.2.1, and
Ev = vertical seismic effect applied in the vertical down-

ward direction as determined in Section 12.4.2.2. Ev
shall be subject to reversal to the upward direction in
accordance with the applicable load combinations.

12.4.2.1 Horizontal Seismic Load Effect. The horizontal
seismic load effect, Eh, shall be determined in accordance
with Eq. (12.4-3) as follows:

Eh = ρQE (12.4-3)

where

QE = effects of horizontal seismic forces from V or Fp (where
required by Section 12.5.3 or 12.5.4, such effects shall
result from application of horizontal forces simultaneously
in two directions at right angles to each other) and

ρ = redundancy factor, as defined in Section 12.3.4.

12.4.2.2 Vertical Seismic Load Effect. The vertical seismic
load effect, Ev, shall be determined in accordance with
Eq. (12.4-4a) as follows:

Ev = 0.2SDSD (12.4-4a)

where

SDS = design spectral response acceleration parameter at short
periods obtained from Section 11.4.5, and

D = effect of dead load.

EXCEPTIONS:

1. Where the option to incorporate the effects of vertical
seismic ground motions using the provisions of Sec-
tion 11.9 is required elsewhere in this standard, the vertical
seismic load effect, Ev, shall be determined in accordance
with Eq. (12.4-4b) as follows:

Ev = 0.3SavD (12.4-4b)

where

Sav = design vertical response spectral acceleration
obtained from Section 11.9.3, and

D = effect of dead load.

2. The vertical seismic load effect, Ev, is permitted to be taken
as zero for either of the following conditions:
a. In Eqs. (12.4-1), (12.4-2), (12.4-5), and (12.4-6) for

structures assigned to Seismic Design Category B.
b. In Eq. (12.4-2) where determining demands on the soil–

structure interface of foundations.

12.4.3 Seismic Load Effects Including Overstrength. Where
required, the seismic load effects including overstrength shall be
determined in accordance with the following:

1. For use in load combination 6 in Section 2.3.6 or load
combinations 8 and 9 in Section 2.4.5, E shall be taken as
equal to Em as determined in accordance with Eq. (12.4-5)
as follows:

Em =Emh þ Ev (12.4-5)

2. For use in load combination 7 in Section 2.3.6 or load
combination 10 in Section 2.4.5, E shall be taken as equal
to Em as determined in accordance with Eq. (12.4-6) as
follows:

Em =Emh − Ev (12.4-6)

where

Em = seismic load effect including overstrength;
Emh = effect of horizontal seismic forces, including over-

strength as defined in Section 12.4.3.1 or Sec-
tion 12.4.3.2; and

Ev = vertical seismic load effect as defined in
Section 12.4.2.2. Ev is an applied load in the vertical
downward direction. Ev shall be subject to reversal to
the upward direction as per the associated load
combinations.

12.4.3.1 Horizontal Seismic Load Effect Including Over-
strength. The effect of horizontal seismic forces including
overstrength, Emh, shall be determined in accordance with
Eq. (12.4-7) as follows:

Emh =Ω0QE (12.4-7)

where

QE = effects of horizontal seismic forces from V , Fpx, or Fp as
specified in Sections 12.8.1, 12.10, or 13.3.1 (where re-
quired by Section 12.5.3 or 12.5.4, such effects shall result
from application of horizontal forces simultaneously in two
directions at right angles to each other); and

Ω0 = overstrength factor.

Emh need not be taken as larger than Ecl where Ecl = the
capacity-limited horizontal seismic load effect as defined in
Section 11.3.

12.4.3.2 Capacity-Limited Horizontal Seismic Load
Effect. Where capacity-limited design is required by the
material reference document, the seismic load effect, including
overstrength, shall be calculated with the capacity-limited
horizontal seismic load effect, Ecl, substituted for Emh in the
load combinations of Section 2.3.6 and Section 2.4.5.

12.4.4 Minimum Upward Force for Horizontal Cantilevers
for Seismic Design Categories D through F. In structures
assigned to Seismic Design Category D, E, or F, horizontal
cantilever structural members shall be designed for a minimum
net upward force of 0.2 times the dead load in addition to the
applicable load combinations of Section 12.4.

12.5 DIRECTION OF LOADING

12.5.1 Direction of Loading Criteria. The directions of
application of seismic forces used in the design shall be those
that produce the most critical load effects. It is permitted to
satisfy this requirement using the procedures of Section 12.5.2
for Seismic Design Category B, Section 12.5.3 for Seismic
Design Category C, and Section 12.5.4 for Seismic Design
Categories D, E, and F.

12.5.2 Seismic Design Category B. For structures assigned to
Seismic Design Category B, the design seismic forces are
permitted to be applied independently in each of two
orthogonal directions, and orthogonal interaction effects are
permitted to be neglected.
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12.5.3 Seismic Design Category C. Loading applied to
structures assigned to Seismic Design Category C shall, as a
minimum, conform to the requirements of Section 12.5.2
for Seismic Design Category B and the requirements of this
section.

12.5.3.1 Structures with Nonparallel System Irregularities.
Structures that have horizontal structural irregularity of Type 5 in
Table 12.3-1 shall use one of the following procedures:

a. Orthogonal Combination Procedure. The structure shall
be analyzed using the equivalent lateral force analysis
procedure of Section 12.8, the modal response spectrum
analysis (MRSA) procedure of Section 12.9.1, or the linear
response history procedure of Section 12.9.2, as permitted
under Section 12.6, with the loading applied independently
in any two orthogonal directions. The requirement of
Section 12.5.1 is deemed satisfied if members and their
foundations are designed for 100% of the forces for one
direction plus 30% of the forces for the perpendicular
direction. The combination requiring the maximum com-
ponent strength shall be used.

b. Simultaneous Application of Orthogonal Ground
Motion. The structure shall be analyzed using the linear
response history procedure of Section 12.9.2 or the non-
linear response history procedure of Chapter 16, as permit-
ted by Section 12.6, with orthogonal pairs of ground
motion acceleration histories applied simultaneously.

12.5.4 Seismic Design Categories D through F. Structures
assigned to Seismic Design Category D, E, or F shall, as a
minimum, conform to the requirements of Section 12.5.3. In
addition, any column or wall that forms part of two or more
intersecting seismic force-resisting systems and is subjected to
axial load due to seismic forces acting along either principal plan
axis equaling or exceeding 20% of the axial design strength of the
column or wall shall be designed for the most critical load effect
due to application of seismic forces in any direction. Either of the
procedures of Section 12.5.3.a or 12.5.3.b are permitted to be
used to satisfy this requirement. Except as required by
Section 12.7.3, 2D analyses are permitted for structures with
flexible diaphragms.

12.6 ANALYSIS PROCEDURE SELECTION

The structural analysis required by Chapter 12 shall consist of
one of the types permitted in Table 12.6-1, based on the
structure’s Seismic Design Category, structural system, dynamic
properties, and regularity, or with the approval of the authority
having jurisdiction, an alternative generally accepted procedure
is permitted to be used. The analysis procedure selected shall be
completed in accordance with the requirements of the corre-
sponding section referenced in Table 12.6-1.

12.7 MODELING CRITERIA

12.7.1 Foundation Modeling. For purposes of determining
seismic loads, it is permitted to consider the structure to be
fixed at the base. Alternatively, where foundation flexibility is
considered, it shall be in accordance with Section 12.13.3 or
Chapter 19.

12.7.2 Effective Seismic Weight. The effective seismic weight,
W , of a structure shall include the dead load, as defined in Section
3.1, above the base and other loads above the base as listed
below:

1. In areas used for storage, a minimum of 25% of the floor
live load shall be included.
EXCEPTIONS:
a. Where the inclusion of storage loads adds no more than

5% to the effective seismic weight at that level, it need
not be included in the effective seismic weight.

b. Floor live load in public garages and open parking
structures need not be included.

2. Where provision for partitions is required by Section 4.3.2
in the floor load design, the actual partition weight or a
minimum weight of 10 psf (0.48 kN∕m2) of floor area,
whichever is greater.

3. Total operating weight of permanent equipment.
4. Where the flat roof snow load, Pf , exceeds 30 psf

(1.44 kN∕m2), 20% of the uniform design snow load,
regardless of actual roof slope.

5. Weight of landscaping and other materials at roof gardens
and similar areas.

Table 12.6-1 Permitted Analytical Procedures

Seismic
Design
Category Structural Characteristics

Equivalent Lateral
Force Procedure,
Section 12.8a

Modal Response Spectrum
Analysis, Section 12.9.1, or
Linear Response History
Analysis, Section 12.9.2a

Nonlinear Response
History Procedures,

Chapter 16a

B, C All structures P P P
D, E, F Risk Category I or II buildings not exceeding two stories

above the base
P P P

Structures of light-frame construction P P P
Structures with no structural irregularities and not exceeding
160 ft (48.8 m) in structural height

P P P

Structures exceeding 160 ft (48.8 m) in structural height with
no structural irregularities and with T < 3.5Ts

P P P

Structures not exceeding 160 ft (48.8 m) in structural height
and having only horizontal irregularities of Type 2, 3, 4, or
5 in Table 12.3-1 or vertical irregularities of Type 4, 5a, or
5b in Table 12.3-2

P P P

All other structures NP P P

aP: Permitted; NP: Not Permitted; Ts = SD1∕SDS.
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12.7.3 Structural Modeling. A mathematical model of the
structure shall be constructed for the purpose of determining
member forces and structure displacements resulting from
applied loads and any imposed displacements or P-delta
effects. The model shall include the stiffness and strength of
elements that are significant to the distribution of forces and
deformations in the structure and represent the spatial distribution
of mass and stiffness throughout the structure.

In addition, the model shall comply with the following:

a. Stiffness properties of concrete and masonry elements shall
consider the effects of cracked sections.

b. For steel moment frame systems, the contribution of
panel zone deformations to overall story drift shall be
included.

Structures that have horizontal structural irregularity Type 1a,
1b, 4, or 5 of Table 12.3-1 shall be analyzed using a 3D
representation. Where a 3D model is used, a minimum of three
degrees of freedom consisting of translation in two orthogonal
plan directions and rotation about the vertical axis shall be
included at each level of the structure. Where the diaphragms
have not been classified as rigid or flexible in accordance with
Section 12.3.1, the model shall include representation of the
diaphragm’s stiffness characteristics and, when dynamic analysis
is performed, sufficient degrees of freedom as are required to
account for the participation of the diaphragm in the structure’s
dynamic response. When modal response spectrum or response
history analysis is performed, a minimum of three dynamic
degrees of freedom consisting of translation in two orthogonal
plan directions and torsional rotation about the vertical axis at
each level of the structure shall be used.

EXCEPTION: Analysis using a 3D representation is not
required for structures with flexible diaphragms that have Type
4 horizontal structural irregularities.

12.7.4 Interaction Effects. Moment-resisting frames that are
enclosed or adjoined by elements that are more rigid and not
considered to be part of the seismic force-resisting system
shall be designed so that the action or failure of those
elements will not impair the vertical load and seismic force-
resisting capability of the frame. The design shall provide for the
effect of these rigid elements on the structural system at
structural deformations corresponding to the design story drift
(Δ) as determined in Section 12.8.6. In addition, the effects of
these elements shall be considered where determining whether a
structure has one or more of the irregularities defined in
Section 12.3.2.

12.8 EQUIVALENT LATERAL FORCE (ELF)
PROCEDURE

12.8.1 Seismic Base Shear. The seismic base shear, V , in a
given direction shall be determined in accordance with the
following equation:

V = CsW (12.8-1)

where

Cs = the seismic response coefficient determined in accordance
with Section 12.8.1.1, and

W = the effective seismic weight per Section 12.7.2.

12.8.1.1 Calculation of Seismic Response Coefficient. The
seismic response coefficient, Cs, shall be determined in
accordance with Eq. (12.8-2).

Cs =
SDS�
R

Ie

� (12.8-2)

where

SDS = the design spectral response acceleration parameter in the
short period range as determined from Section 11.4.5 or
11.4.8;

R = the response modification factor in Table 12.2-1; and
Ie = the Importance Factor determined in accordance with

Section 11.5.1.

The value of Cs computed in accordance with Eq. (12.8-2)
need not exceed the following:

for T ≤ TL

Cs =
SD1

T

�
R

Ie

� (12.8-3)

for T > TL

Cs =
SD1TL

T2

�
R

Ie

� (12.8-4)

Cs shall not be less than

Cs = 0.044SDSIe ≥ 0.01 (12.8-5)

In addition, for structures located where S1 is equal to or greater
than 0.6g, Cs shall not be less than

Cs = 0.5S1∕ðR∕IeÞ (12.8-6)

where Ie and R are as defined in this section, and

SD1 = the design spectral response acceleration parameter at a
period of 1.0 s, as determined from Section 11.4.5 or
11.4.6;

T = the fundamental period of the structure(s) determined in
Section 12.8.2;

TL = long-period transition period(s) determined in Section
11.4.6; and

S1 = the mapped maximum considered earthquake spectral
response acceleration parameter determined in accordance
with Section 11.4.2 or 11.4.4.

12.8.1.2 Soil–Structure Interaction Reduction. A soil–
structure interaction reduction is permitted where determined
using Chapter 19 or other generally accepted procedures
approved by the authority having jurisdiction.

12.8.1.3 Maximum SDS Value in Determination of Cs and
Ev. The values of Cs and Ev are permitted to be calculated using
a value of SDS equal to 1.0, but not less than 70% of SDS, as
defined in Section 11.4.5, provided that all of the following
criteria are met:

1. The structure does not have irregularities, as defined in
Section 12.3.2;

2. The structure does not exceed five stories above the lower
of the base or grade plane as defined in Section 11.2. Where
present, each mezzanine level shall be considered a story
for the purposes of this limit;
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3. The structure has a fundamental period, T , that does not
exceed 0.5 s, as determined using Section 12.8.2;

4. The structure meets the requirements necessary for the
redundancy factor, ρ, to be permitted to be taken as 1.0, in
accordance with Section 12.3.4.2;

5. The site soil properties are not classified as Site Class E or
F, as defined in Section 11.4.3; and

6. The structure is classified as Risk Category I or II, as
defined in Section 1.5.1.

12.8.2 Period Determination. The fundamental period of the
structure, T , in the direction under consideration shall be
established using the structural properties and deformational
characteristics of the resisting elements in a properly
substantiated analysis. The fundamental period, T , shall not
exceed the product of the coefficient for upper limit on
calculated period (Cu) from Table 12.8-1 and the approximate
fundamental period, Ta, determined in accordance with
Section 12.8.2.1. As an alternative to performing an analysis
to determine the fundamental period, T , it is permitted to use the
approximate building period, Ta, calculated in accordance with
Section 12.8.2.1, directly.

12.8.2.1 Approximate Fundamental Period. The approximate
fundamental period (Ta), in seconds, shall be determined from the
following equation:

Ta =Cth
x
n (12.8-7)

where hn is the structural height as defined in Section 11.2 and the
coefficients Ct and x are determined from Table 12.8-2.
Alternatively, it is permitted to determine the approximate

fundamental period (Ta), in seconds, from the following equation

for structures not exceeding 12 stories above the base as defined
in Section 11.2 where the seismic force-resisting system consists
entirely of concrete or steel moment-resisting frames and the
average story height is at least 10 ft (3 m):

Ta = 0.1 N (12.8-8)

where N = number of stories above the base.
The approximate fundamental period, Ta, in seconds, for

masonry or concrete shear wall structures not exceeding 120 ft
(36.6 m) in height is permitted to be determined from
Eq. (12.8-9) as follows:

Ta =
Cqffiffiffiffiffiffi
Cw

p hn (12.8-9)

where

Cq = 0.0019 ft (0.00058 m)
Cw is calculated from Eq. (12.8-10) as follows:

Cw =
100
AB

Xx
i= 1

Ai�
1þ 0.83

�hn
Di

�2
� (12.8-10)

where

AB = area of base of structure [ft2 (m2)];
Ai = web area of shear wall i [ft2 (m2)];
Di = length of shear wall i [ft (m)]; and
x = number of shear walls in the building effective in resisting

lateral forces in the direction under consideration.

12.8.3 Vertical Distribution of Seismic Forces. The lateral
seismic force (Fx) (kip or kN) induced at any level shall be
determined from the following equations:

Fx =CvxV (12.8-11)

and

Cvx =
wxh

k
xXn

i= 1

wih
k
i

(12.8-12)

where

Cvx = vertical distribution factor;
V = total design lateral force or shear at the base of the

structure [kip (kN)];
wi and wx = portion of the total effective seismic weight of the

structure (W) located or assigned to level i or x;
hi and hx = height [ft (m)] from the base to level i or x; and

k = an exponent related to the structure period as follows:

• for structures that have a period of 0.5 s or less,
k = 1;

• for structures that have a period of 2.5 s or more,
k = 2; and

• for structures that have a period between 0.5 and
2.5 s, k shall be 2 or shall be determined by linear
interpolation between 1 and 2.

12.8.4 Horizontal Distribution of Forces. The seismic design
story shear in any story (Vx) [kip (kN)] shall be determined from
the following equation:

Vx =
Xn
i= x

Fi (12.8-13)

Table 12.8-1 Coefficient for Upper Limit on Calculated Period

Design Spectral Response Acceleration
Parameter at 1 s, SD 1 Coefficient Cu

≥0.4 1.4
0.3 1.4
0.2 1.5
0.15 1.6

≤0.1 1.7

Table 12.8-2 Values of Approximate Period Parameters Ct and x

Structure Type Ct x

Moment-resisting frame systems in which the
frames resist 100% of the required seismic
force and are not enclosed or adjoined by
components that are more rigid and will
prevent the frames from deflecting where
subjected to seismic forces:
Steel moment-resisting frames 0.028 (0.0724)a 0.8
Concrete moment-resisting frames 0.016 (0.0466)a 0.9

Steel eccentrically braced frames in
accordance with Table 12.2-1 lines
B1 or D1

0.03 (0.0731)a 0.75

Steel buckling-restrained braced frames 0.03 (0.0731)a 0.75
All other structural systems 0.02 (0.0488)a 0.75

aMetric equivalents are shown in parentheses.
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where Fi = the portion of the seismic base shear (V) [kip (kN)]
induced at level i.

The seismic design story shear (Vx) [kip (kN)] shall be
distributed to the various vertical elements of the seismic
force-resisting system in the story under consideration based on
the relative lateral stiffness of the vertical resisting elements and
the diaphragm.

12.8.4.1 Inherent Torsion. For diaphragms that are not
flexible, the distribution of lateral forces at each level shall
consider the effect of the inherent torsional moment, Mt,
resulting from eccentricity between the locations of the center
of mass and the center of rigidity. For flexible diaphragms, the
distribution of forces to the vertical elements shall account for the
position and distribution of the masses supported.

12.8.4.2 Accidental Torsion. Where diaphragms are not
flexible, the design shall include the inherent torsional
moment (Mt) resulting from the location of the structure
masses plus the accidental torsional moments (Mta) caused by
assumed displacement of the center of mass each way from its
actual location by a distance equal to 5% of the dimension of the
structure perpendicular to the direction of the applied forces.

Where earthquake forces are applied concurrently in two
orthogonal directions, the required 5% displacement of the center
of mass need not be applied in both of the orthogonal directions
at the same time but shall be applied in the direction that produces
the greater effect.

Accidental torsion shall be applied to all structures for deter-
mination if a horizontal irregularity exists as specified in Ta-
ble 12.3-1. Accidental torsion moments (Mta) need not be
included when determining the seismic forces E in the design
of the structure and in the determination of the design story drift
in Sections 12.8.6, 12.9.1.2, or Chapter 16, or limits of Sec-
tion 12.12.1, except for the following structures:

1. Structures assigned to Seismic Category B with Type 1b
horizontal structural irregularity.

2. Structures assigned to Seismic Category C, D, E, and F
with Type 1a or Type 1b horizontal structural irregularity.

12.8.4.3 Amplification of Accidental Torsional Moment.
Structures assigned to Seismic Design Category C, D, E, or F,
where Type 1a or 1b torsional irregularity exists as defined in
Table 12.3-1 shall have the effects accounted for by multiplying
Mta at each level by a torsional amplification factor (Ax) as
illustrated in Fig. 12.8-1 and determined from the following
equation:

Ax =
�

δmax

1.2δavg

�
2

(12.8-14)

where

δmax = maximum displacement at level x computed assuming
Ax = 1 [in. (mm)], and

δavg = average of the displacements at the extreme points of the
structure at level x computed assuming Ax = 1 [in. (mm)].

The torsional amplification factor (Ax) shall not be less than 1 and
is not required to exceed 3.0. The more severe loading for each
element shall be considered for design.

12.8.5 Overturning. The structure shall be designed to resist
overturning effects caused by the seismic forces determined in
Section 12.8.3.

12.8.6 Story Drift Determination. The design story drift (Δ)
shall be computed as the difference of the deflections at the
centers of mass at the top and bottom of the story under
consideration (Fig. 12.8-2). Where centers of mass do not
align vertically, it is permitted to compute the deflection at the
bottom of the story based on the vertical projection of the center
of mass at the top of the story. Where allowable stress design is
used, Δ shall be computed using the strength level seismic forces
specified in Section 12.8 without reduction for allowable stress
design.

FIGURE 12.8-1 Torsional Amplification Factor, Ax

FIGURE 12.8-2 Story Drift Determination

Note: Δi = story drift; Δi∕Li = story drift ratio; δx = total displacement;
i = level under consideration.
Story Level 1: F 1 = strength-level design earthquake force; δ1e = elastic
displacement computed under strength-level design earthquake forces;
δ1 =Cdδ1e∕IE = amplified displacement; Δ1 = δ1 ≤ Δa (Table 12.12-1).
Story Level 2: F 2 = strength-level design earthquake force; δ2e =elastic
displacement computed under strength-level design earthquake forces;
δ2 =Cdδ2e∕IE = amplified displacement; Δ2 =Cd ðδ2e − δ1eÞ∕IE ≤ Δa

(Table 12.12-1).
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For structures assigned to Seismic Design Category C, D, E, or
F that have horizontal irregularity Type 1a or 1b of Table 12.3-1,
the design story drift, Δ, shall be computed as the largest
difference of the deflections of vertically aligned points at the
top and bottom of the story under consideration along any of the
edges of the structure.
The deflection at level x (δx) (in. or mm) used to compute the

design story drift, Δ, shall be determined in accordance with the
following equation:

δx =
Cdδxe
Ie

(12.8-15)

where

Cd = deflection amplification factor in Table 12.2-1;
δxe = deflection at the location required by this section deter-

mined by an elastic analysis; and
Ie = Importance Factor determined in accordance with Section

11.5.1.

12.8.6.1 Minimum Base Shear for Computing Drift. The
elastic analysis of the seismic force-resisting system for
computing drift shall be made using the prescribed seismic
design forces of Section 12.8.

EXCEPTION: Eq. (12.8-5) need not be considered for
computing drift.

12.8.6.2 Period for Computing Drift. For determining
compliance with the story drift limits of Section 12.12.1, it is
permitted to determine the elastic drifts (δxe) using seismic design
forces based on the computed fundamental period of the structure
without the upper limit (CuTa) specified in Section 12.8.2.

12.8.7 P-Delta Effects. P-delta effects on story shears and
moments, the resulting member forces and moments, and the
story drifts induced by these effects are not required to be
considered where the stability coefficient (θ) as determined by
the following equation is equal to or less than 0.10:

θ=
PxΔIe
VxhsxCd

(12.8-16)

where

Px = total vertical design load at and above level x [kip (kN)];
where computing Px, no individual load factor need exceed
1.0;

Δ = design story drift as defined in Section 12.8.6 occurring
simultaneously with Vx [in. (mm)];

Ie = Importance Factor determined in accordance with Section
11.5.1;

Vx = seismic shear force acting between levels x and x − 1 [kip
(kN)];

hsx = story height below level x [in. (mm)]; and
Cd = deflection amplification factor in Table 12.2-1.

The stability coefficient (θ) shall not exceed θmax, determined as
follows:

θmax =
0.5
βCd

≤ 0.25 (12.8-17)

where β is the ratio of shear demand to shear capacity for the
story between levels x and x − 1. This ratio is permitted to be
conservatively taken as 1.0.

Where the stability coefficient (θ) is greater than 0.10 but less
than or equal to θmax, the incremental factor related to P-delta
effects on displacements and member forces shall be determined
by rational analysis. Alternatively, it is permitted to multiply
displacements and member forces by 1.0∕ð1 − θÞ.
Where θ is greater than θmax, the structure is potentially

unstable and shall be redesigned.
Where the P-delta effect is included in an automated analysis,

Eq. (12.8-17) shall still be satisfied; however, the value of θ
computed from Eq. (12.8-16) using the results of the P-delta
analysis is permitted to be divided by (1þ θ) before checking
Eq. (12.8-17).

12.9 LINEAR DYNAMIC ANALYSIS

12.9.1 Modal Response Spectrum Analysis

12.9.1.1 Number of Modes. An analysis shall be conducted to
determine the natural modes of vibration for the structure. The
analysis shall include a sufficient number of modes to obtain a
combined modal mass participation of 100% of the structure’s
mass. For this purpose, it shall be permitted to represent all
modes with periods less than 0.05 s in a single rigid body mode
that has a period of 0.05 s.

EXCEPTION: Alternatively, the analysis shall be permitted
to include a minimum number of modes to obtain a combined
modal mass participation of at least 90% of the actual mass in
each orthogonal horizontal direction of response considered in
the model.

12.9.1.2 Modal Response Parameters. The value for each
force-related design parameter of interest, including story drifts,
support forces, and individual member forces for each mode of
response, shall be computed using the properties of each mode
and the response spectra defined in either Section 11.4.6 or 21.2
divided by the quantity R∕Ie. The value for displacement and
drift quantities shall be multiplied by the quantity Cd∕Ie.

12.9.1.3 Combined Response Parameters. The value for each
parameter of interest calculated for the various modes shall be
combined using the square root of the sum of the squares (SRSS)
method, the complete quadratic combination (CQC) method, the
complete quadratic combination method as modified by ASCE 4
(CQC-4), or an approved equivalent approach. The CQC or the
CQC-4 method shall be used for each of the modal values where
closely spaced modes have significant cross-correlation of
translational and torsional response.

12.9.1.4 Scaling Design Values of Combined Response. A
base shear (V) shall be calculated in each of the two orthogonal
horizontal directions using the calculated fundamental period of
the structure T in each direction and the procedures of
Section 12.8.

12.9.1.4.1 Scaling of Forces. Where the calculated fundamental
period exceeds CuTa in a given direction, CuTa shall be used in
lieu of T in that direction. Where the combined response for the
modal base shear (Vt) is less than 100% of the calculated base
shear (V) using the equivalent lateral force procedure, the forces
shall be multiplied by V∕Vt where

V = the equivalent lateral force procedure base shear,
calculated in accordance with this section and Section 12.8,
and

Vt = the base shear from the required modal combination.

12.9.1.4.2 Scaling of Drifts. Where the combined response for
the modal base shear (Vt) is less than CsW , and where Cs is
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determined in accordance with Eq. (12.8-6), drifts shall be
multiplied by CsW∕Vt .

12.9.1.5 Horizontal Shear Distribution. The distribution of
horizontal shear shall be in accordance with Section 12.8.4,
except that amplification of torsion in accordance with
Section 12.8.4.3 is not required where accidental torsion
effects are included in the dynamic analysis model.

12.9.1.6 P-Delta Effects. The P-delta effects shall be
determined in accordance with Section 12.8.7. The base shear
used to determine the story shears and the story drifts shall be
determined in accordance with Section 12.8.6.

12.9.1.7 Soil–Structure Interaction Reduction. A soil–
structure interaction reduction is permitted where determined
using Chapter 19 or other generally accepted procedures
approved by the authority having jurisdiction.

12.9.1.8 Structural Modeling. A mathematical model of the
structure shall be constructed in accordance with Section 12.7.3,
except that all structures designed in accordance with this section
shall be analyzed using a 3D representation. Where the
diaphragms have not been classified as rigid in accordance
with Section 12.3.1, the model shall include representation of
the diaphragm’s stiffness characteristics and additional dynamic
degrees of freedom as required to account for the participation of
the diaphragm in the structure’s dynamic response.

12.9.2 Linear Response History Analysis

12.9.2.1 General Requirements. Linear response history
analysis shall consist of an analysis of a linear mathematical
model of the structure to determine its response through methods
of numerical integration, to suites of spectrally matched
acceleration histories compatible with the design response
spectrum for the site. The analysis shall be performed in
accordance with the requirements of this section.

12.9.2.2 General Modeling Requirements. Three-dimensional
(3D) models of the structure shall be required. Modeling the
distribution of stiffness and mass throughout the structure’s
lateral load-resisting system and diaphragms shall be in
accordance with Section 12.7.3.

12.9.2.2.1 P-Delta Effects. The mathematical model shall in-
clude P-delta effects. Limits on the stability coefficient, θ, shall
be satisfied in accordance with Section 12.8.7.

12.9.2.2.2 Accidental Torsion. Accidental torsion, where re-
quired by Section 12.8.4.2, shall be included by offsetting the
center of mass in each direction (i.e., plus or minus) from its
expected location by a distance equal to 5% of the horizontal
dimension of the structure at the given floor measured perpen-
dicular to the direction of loading. Amplification of accidental
torsion in accordance with Section 12.8.4.3 is not required.

12.9.2.2.3 Foundation Modeling. Where foundation flexibility
is included in the analysis, modeling of the foundation shall be in
accordance with Section 12.13.3.

12.9.2.2.4 Number of Modes to Include in Modal Response
History Analysis. Where the modal response history analysis
procedure is used, the number of modes to include in the analysis
shall be in accordance with Section 12.9.1.1.

12.9.2.2.5 Damping. Linear viscous damping shall not exceed
5% critical for any mode with a vibration period greater than or
equal to T lower.

12.9.2.3 Ground Motion Selection and Modification. Ground
acceleration histories used for analysis shall consist of a suite of

no fewer than three pairs of spectrally matched orthogonal
components derived from artificial or recorded ground motion
events. The target response spectrum for each spectrally matched
set shall be developed in accordance with Sections 11.4.6 or 21.3,
as applicable.

12.9.2.3.1 Procedure for Spectrum Matching. Each component
of ground motion shall be spectrally matched over the period
range 0.8T lower to 1.2Tupper. Over the same period range and in
each direction of response, the average of the 5% damped
pseudoacceleration ordinates computed using the spectrum-
matched records shall not fall above or below the target spectrum
by more than 10% in each direction of response.

12.9.2.4 Application of Ground Acceleration Histories. Two
orthogonal directions of response, designated as X and Y , shall be
selected and used for all response history analysis. Ground
motions shall be applied independently in the X and Y directions.

12.9.2.5 Modification of Response for Design

12.9.2.5.1 Determination of Maximum Elastic and Inelastic
Base Shear. For each ground motion analyzed, a maximum
elastic base shear, designated as VEX and VEY in the X and Y
directions, respectively, shall be determined. The mathematical
model used for computing the maximum elastic base shear shall
not include accidental torsion.

For each ground motion analyzed, a maximum inelastic base
shear, designated as VIX and VIY in the X and Y directions,
respectively, shall be determined as follows:

VIX =
VEXIe
RX

(12.9-1)

VIY =
VEYIe
RY

(12.9-2)

where Ie is the Importance Factor and RX and RY are the response
modifications coefficients for the X and Y directions,
respectively.

12.9.2.5.2 Determination of Base Shear Scale Factor. Design
base shears, VX , and VY , shall be computed in the X and Y
directions, respectively, in accordance with Section 12.8.1. For
each ground motion analyzed, base shear scale factors in each
direction of response shall be determined as follows:

ηX =
VX

VIX
≥ 1.0 (12.9-3)

ηY =
VY

VIY
≥ 1.0 (12.9-4)

12.9.2.5.3 Determination of Combined Force Response. For
each direction of response and for each ground motion analyzed,
the combined force response shall be determined as follows:

a. The combined force response in the X direction shall be
determined as IeηX∕RX times the computed elastic response
in the X direction using the mathematical model with
accidental torsion (where required) plus IeηY∕RY times the
computed elastic response in the Y direction using the
mathematical model without accidental torsion.

b. The combined force response in the Y direction shall be
determined as IeηY∕RY times the computed elastic response
in the Y direction using the mathematical model with
accidental torsion (where required), plus IeηX∕RX times
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the computed elastic response in the X direction using the
mathematical model without accidental torsion.

12.9.2.5.4 Determination of Combined Displacement Response.
Response modification factors CdX and CdY shall be assigned in
the X and Y directions, respectively. For each direction of
response and for each ground motion analyzed, the combined
displacement responses shall be determined as follows:

a. The combined displacement response in the X direction
shall be determined as ηXCdX∕RX times the computed
elastic response in the X direction using the mathematical
model with accidental torsion (where required), plus
ηYCdY∕RY times the computed elastic response in the Y
direction using the mathematical model without accidental
torsion.

b. The combined displacement response in the Y direction
shall be determined as ηYCdY∕RY times the computed
elastic response in the Y direction using the mathematical
model with accidental torsion (where required), plus
ηXCdX∕RX times the computed elastic response in the X
direction using the mathematical model without accidental
torsion.

EXCEPTION: Where the design base shear in the given
direction is not controlled by Eq. (12.8-6), the factors ηX or ηY , as
applicable, are permitted to be taken as 1.0 for the purpose of
determining combined displacements.

12.9.2.6 Enveloping of Force Response Quantities. Design
force response quantities shall be taken as the envelope of the
combined force response quantities computed in both orthogonal
directions and for all ground motions considered. Where
force interaction effects are considered, demand to capacity
ratios are permitted to be enveloped in lieu of individual force
quantities.

12.9.2.7 Enveloping of Displacement Response
Quantities. Story drift quantities shall be determined for each
ground motion analyzed and in each direction of response
using the combined displacement responses defined in
Section 12.9.2.5.4. For the purpose of complying with the
drift limits specified in Section 12.12, the envelope of story
drifts computed in both orthogonal directions and for all ground
motions analyzed shall be used.

12.10 DIAPHRAGMS, CHORDS, AND COLLECTORS

Diaphragms, chords, and collectors shall be designed in accor-
dance with Sections 12.10.1 and 12.10.2.

EXCEPTIONS:

1. Precast concrete diaphragms, including chords and collec-
tors in structures assigned to Seismic Design Categories C,
D, E, or F, shall be designed in accordance with
Section 12.10.3.

2. Precast concrete diaphragms in Seismic Design Category
B, cast-in-place concrete diaphragms, and wood-sheathed
diaphragms supported by wood diaphragm framing are
permitted to be designed in accordance with
Section 12.10.3.

12.10.1 Diaphragm Design. Diaphragms shall be designed for
both the shear and bending stresses resulting from design forces.
At diaphragm discontinuities, such as openings and reentrant
corners, the design shall ensure that the dissipation or transfer of

edge (chord) forces combined with other forces in the diaphragm
is within shear and tension capacity of the diaphragm.

12.10.1.1 Diaphragm Design Forces. Floor and roof
diaphragms shall be designed to resist design seismic forces
from the structural analysis but shall not be less than that
determined in accordance with Eq. (12.10-1) as follows:

Fpx =

Xn
i= x

Fi

Xn
i= x

wi

wpx (12.10-1)

where

Fpx = the diaphragm design force at level x;
Fi = the design force applied to level i;
wi = the weight tributary to level i; and
wpx = the weight tributary to the diaphragm at level x.

The force determined from Eq. (12.10-1) shall not be less than

Fpx = 0.2SDSIewpx (12.10-2)

The force determined from Eq. (12.10-1) need not exceed

Fpx = 0.4SDSIewpx (12.10-3)

All diaphragms shall be designed for the inertial forces deter-
mined from Eqs. (12.10-1) through (12.10-3) and for all appli-
cable transfer forces. For structures that have a horizontal
structural irregularity of Type 4 in Table 12.3-1, the transfer
forces from the vertical seismic force-resisting elements above
the diaphragm to other vertical seismic force-resisting elements
below the diaphragm shall be increased by the overstrength
factor of Section 12.4.3 before being added to the diaphragm
inertial forces. For structures that have horizontal or vertical
structural irregularities of the types indicated in Section 12.3.3.4,
the requirements of that section shall also apply.

EXCEPTION: One- and two-family dwellings of light-frame
construction shall be permitted to use Ω0 = 1.0.

12.10.2 Collector Elements. Collector elements shall be
provided that are capable of transferring the seismic forces
originating in other portions of the structure to the element
providing the resistance to those forces.

12.10.2.1 Collector Elements Requiring Load Combinations
Including Overstrength for Seismic Design Categories C
through F. In structures assigned to Seismic Design Category
C, D, E, or F, collector elements (Fig. 12.10-1) and their

FIGURE 12.10-1 Collectors
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connections, including connections to vertical elements, shall be
designed to resist the maximum of the following:

1. Forces calculated using the seismic load effects including
overstrength of Section 12.4.3 with seismic forces deter-
mined by the equivalent lateral force procedure of
Section 12.8 or the modal response spectrum analysis
procedure of Section 12.9.1;

2. Forces calculated using the seismic load effects including
overstrength of Section 12.4.3 with seismic forces deter-
mined by Eq. (12.10-1); and

3. Forces calculated using the load combinations of Sec-
tion 2.3.6 with seismic forces determined by Eq. (12.10-2).

Transfer forces as described in Section 12.10.1.1 shall be
considered.

EXCEPTION:

1. In structures or portions thereof braced entirely by wood
light-frame shear walls, collector elements and their con-
nections, including connections to vertical elements, need
only be designed to resist forces using the load combina-
tions of Section 2.3.6 with seismic forces determined in
accordance with Section 12.10.1.1.

12.10.3 Alternative Design Provisions for Diaphragms,
Including Chords and Collectors. Where required or
permitted in Section 12.10, diaphragms, including chords and
collectors, shall be designed using the provisions in
Section 12.10.3.1 through 12.10.3.5 and the following:

1. Footnote b to Table 12.2-1 shall not apply.
2. Section 12.3.3.4 shall not apply.
3. Section 12.3.4.1, Item 5, shall be replaced with the follow-

ing: “Design of diaphragms, including chords, collectors,
and their connections to the vertical elements” are used.

4. Section 12.3.4.1, Item 7, shall not apply.

12.10.3.1 Design. Diaphragms, including chords, collectors,
and their connections to the vertical elements, shall be
designed in two orthogonal directions to resist the in-plane
design seismic forces determined in Section 12.10.3.2.
Collectors shall be provided that are capable of transferring
the seismic forces originating in other portions of the structure
to the vertical elements providing the resistance to those forces.
Design shall provide for transfer of forces at diaphragm
discontinuities, such as openings and reentrant corners.

12.10.3.2 Seismic Design Forces for Diaphragms, Including
Chords and Collectors. Diaphragms, including chords, collectors,
and their connections to the vertical elements, shall be designed to
resist in-plane seismic design forces given by Eq. (12.10-4):

Fpx =
Cpx

Rs
wpx (12.10-4)

The force Fpx determined from Eq. (12.10-4) shall not be less
than:

Fpx = 0.2SDSIewpx (12.10-5)

Cpx shall be determined as illustrated in Fig. 12.10-2.

12.10.3.2.1 Design Acceleration Coefficients Cp0, Cpi, and Cpn.
Design acceleration coefficients Cp0 and Cpn shall be calculated
by Eqs. (12.10-6) and (12.10-7):

Cp0 = 0.4SDSIe (12.10-6)

and

Cpn =
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
ðΓm1Ω0CsÞ2 þ ðΓm2Cs2Þ2

q
≥ Cpi (12.10-7)

Design acceleration coefficient Cpi shall be the greater of
values given by Eqs. (12.10-8) and (12.10-9):

Cpi = 0.8Cp0 (12.10-8)

Cpi = 0.9Γm1Ω0Cs (12.10-9)

where Ω0 is the overstrength factor given in Table 12.2-1, Cs is
determined in accordance with Section 12.8 or 12.9, and Cs2 shall
be the smallest of values calculated from Eqs. (12.10-10), (12.10-
11), and (12.10-12):

Cs2 = ð0.15N þ 0.25ÞIeSDS (12.10-10)

Cs2 = IeSDS (12.10-11)

For N ≥ 2 Cs2 =
IeSD1

0.03ðN − 1Þ (12.10-12a)

For N = 1 Cs2 = 0 (12.10-12b)

The modal contribution factors Γm1 and Γm2 in Eq. (12.10-7)
shall be calculated from Eqs. (12.10-13) and (12.10-14):

Γm1 = 1þ zs
2

�
1 −

1
N

�
(12.10-13)

and

Γm2 = 0.9zs

�
1 −

1
N

�
2

(12.10-14)

FIGURE 12.10-2 Calculating the Design Acceleration Coefficient
Cpx in Buildings with N ≤ 2 and in Buildings with N ≥ 3
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where the mode shape factor zs is to be taken as

• 0.3 for buildings designed with buckling restrained braced
frame systems defined in Table 12.2-1, or

• 0.7 for buildings designed with moment-resisting frame
systems defined in Table 12.2-1, or

• 0.85 for buildings designed with dual systems defined in
Table 12.2-1 with special or intermediate moment frames
capable of resisting at least 25% of the prescribed seismic
forces, or

• 1.0 for buildings designed with all other seismic force-
resisting systems.

12.10.3.3 Transfer Forces in Diaphragms. All diaphragms
shall be designed for the inertial forces determined from
Eqs. (12.10-4) and (12.10-5) and for all applicable transfer
forces. For structures that have a horizontal structural
irregularity of Type 4 in Table 12.3-1, the transfer forces
from the vertical seismic force-resisting elements above the
diaphragm to other vertical seismic force-resisting elements
below the diaphragm shall be increased by the overstrength
factor of Section 12.4.3 before being added to the diaphragm
inertial forces. For structures that have other horizontal or
vertical structural irregularities of the types indicated in
Section 12.3.3.4, the requirements of that section shall apply.

EXCEPTION: One- and two-family dwellings of light-frame
construction shall be permitted to use Ω0 = 1.0.

12.10.3.4 Collectors—Seismic Design Categories C through
F. In structures assigned to Seismic Design Category C, D, E, or
F, collectors and their connections, including connections to
vertical elements, shall be designed to resist 1.5 times the
diaphragm inertial forces from Section 12.10.3.2 plus 1.5
times the design transfer forces.

EXCEPTIONS:

1. Any transfer force increased by the overstrength factor of
Section 12.4.3 need not be further amplified by 1.5.

2. For moment frame and braced frame systems, collector
forces need not exceed the lateral strength of the corre-
sponding frame line below the collector, considering only
the moment frames or braced frames. In addition, dia-
phragm design forces need not exceed the forces corre-
sponding to the collector forces so determined.

3. In structures or portions thereof braced entirely by light-
frame shear walls, collector elements and their connections,
including connections to vertical elements, need only be
designed to resist the diaphragm seismic design forces
without the 1.5 multiplier.

12.10.3.5 Diaphragm Design Force Reduction Factor. The
diaphragm design force reduction factor, Rs, shall be determined
in accordance with Table 12.10-1.

12.11 STRUCTURAL WALLS AND THEIR
ANCHORAGE

12.11.1 Design for Out-of-Plane Forces. Structural walls shall
be designed for a force normal to the surface equal to
Fp = 0.4SDSIe times the weight of the structural wall with a
minimum force of 10% of the weight of the structural wall.

12.11.2 Anchorage of Structural Walls and Transfer of
Design Forces into Diaphragms or Other Supporting
Structural Elements

12.11.2.1 Wall Anchorage Forces. The anchorage of structural
walls to supporting construction shall provide a direct connection
capable of resisting the following:

Fp = 0.4SDSkaIeWp (12.11-1)

Fp shall not be taken as less than 0.2kaIeWp.

ka = 1.0þ Lf
100

(12.11-2)

ka need not be taken as larger than 2.0.
ka need not be taken as larger than 1.0 when the connection is not

at a flexible diaphragm.

where

Fp = the design force in the individual anchors;
SDS = the design spectral response acceleration parameter at short

periods per Section 11.4.5;
Ie = the Importance Factor determined in accordance with

Section 11.5.1;
ka = amplification factor for diaphragm flexibility;
Lf = the span, in feet, of a flexible diaphragm that provides the

lateral support for the wall; the span is measured between
vertical elements that provide lateral support to the dia-
phragm in the direction considered; use zero for rigid
diaphragms; and

Wp = the weight of the wall tributary to the anchor.

Where the anchorage is not located at the roof and all diaphragms
are not flexible, the value from Eq. (12.11-1) is permitted to be
multiplied by the factor ð1þ 2z∕hÞ∕3, where z is the height of
the anchor above the base of the structure and h is the height of
the roof above the base; however, Fp shall not be less than
required by Section 12.11.2 with a minimum anchorage force of
Fp = 0.2Wp.
Structural walls shall be designed to resist bending between

anchors where the anchor spacing exceeds 4 ft (1,219 mm).
Interconnection of structural wall elements and connections to
supporting framing systems shall have sufficient strength,

Table 12.10-1 Diaphragm Design Force Reduction Factor, Rs

Diaphragm System Shear-Controlled Flexure-Controlled

Cast-in-place
concrete
designed in
accordance with
Section 14.2 and
ACI 318

— 1.5 2

Precast concrete
designed in
accordance with
Section 14.2.4
and ACI 318

EDOa 0.7 0.7
BDOb 1.0 1.0
RDOc 1.4 1.4

Wood sheathed
designed in
accordance with
Section 14.5 and
AWC SDPWS-15

— 3.0 NA

aEDO is precast concrete diaphragm elastic design option.
bBDO is precast concrete diaphragm basic design option.
cRDO is precast concrete diaphragm reduced design option.
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rotational capacity, and ductility to resist shrinkage, thermal
changes, and differential foundation settlement when combined
with seismic forces.

12.11.2.2 Additional Requirements for Anchorage of Concrete
or Masonry Structural Walls to Diaphragms in Structures
Assigned to Seismic Design Categories C through F

12.11.2.2.1 Transfer of Anchorage Forces into Diaphragm.
Diaphragms shall be provided with continuous ties or struts
between diaphragm chords to distribute these anchorage forces
into the diaphragms. Diaphragm connections shall be positive,
mechanical, or welded. Added chords are permitted to be used to
form subdiaphragms to transmit the anchorage forces to the main
continuous crossties. The maximum length-to-width ratio of
structural subdiaphragms that serve as part of the continuous
tie system shall be 2.5 to 1. Connections and anchorages capable
of resisting the prescribed forces shall be provided between the
diaphragm and the attached components. Connections shall
extend into the diaphragm a sufficient distance to develop the
force transferred into the diaphragm.

12.11.2.2.2 Steel Elements of Structural Wall Anchorage Sys-
tem. The strength design forces for steel elements of the struc-
tural wall anchorage system, with the exception of anchor bolts
and reinforcing steel, shall be increased by 1.4 times the forces
otherwise required by this section.

12.11.2.2.3 Wood Diaphragms. The anchorage of concrete or
masonry structural walls to wood diaphragms shall be in accor-
dance with AWC SDPWS 4.1.5.1 and this section. Continuous
ties required by this section shall be in addition to the diaphragm
sheathing. Anchorage shall not be accomplished by use of
toenails or nails subject to withdrawal, nor shall wood ledgers
or framing be used in cross-grain bending or cross-grain tension.
The diaphragm sheathing shall not be considered effective for
providing the ties or struts required by this section.

12.11.2.2.4 Metal Deck Diaphragms. In metal deck diaphragms,
the metal deck shall not be used as the continuous ties required by
this section in the direction perpendicular to the deck span.

12.11.2.2.5 Embedded Straps. Diaphragm to structural wall
anchorage using embedded straps shall be attached to, or hooked
around, the reinforcing steel or otherwise terminated so as to
effectively transfer forces to the reinforcing steel.

12.11.2.2.6 Eccentrically Loaded Anchorage System. Where
elements of the wall anchorage system are loaded eccentrically
or are not perpendicular to the wall, the system shall be designed
to resist all components of the forces induced by the eccentricity.

12.11.2.2.7 Walls with Pilasters. Where pilasters are present in
the wall, the anchorage force at the pilasters shall be calculated
considering the additional load transferred from the wall panels
to the pilasters. However, the minimum anchorage force at a floor
or roof shall not be reduced.

12.12 DRIFT AND DEFORMATION

12.12.1 Story Drift Limit. The design story drift (Δ) as
determined in Sections 12.8.6, 12.9.1, or 12.9.2 shall not
exceed the allowable story drift (Δa) as obtained from
Table 12.12-1 for any story.

12.12.1.1 Moment Frames in Structures Assigned to Seismic
Design Categories D through F. For seismic force-resisting
systems solely comprising moment frames in structures assigned
to Seismic Design Categories D, E, or F, the design story drift (Δ)
shall not exceed Δa∕ρ for any story. ρ shall be determined in
accordance with Section 12.3.4.2.

12.12.2 Diaphragm Deflection. The deflection in the plane of
the diaphragm, as determined by engineering analysis, shall not
exceed the permissible deflection of the attached elements.
Permissible deflection shall be that deflection that will permit
the attached element to maintain its structural integrity under the
individual loading and continue to support the prescribed loads.

12.12.3 Structural Separation. All portions of the structure
shall be designed and constructed to act as an integral unit in
resisting seismic forces unless separated structurally by a distance
sufficient to avoid damaging contact as set forth in this section.

Separations shall allow for the maximum inelastic response
displacement (δM). δM shall be determined at critical locations
with consideration for translational and torsional displacements
of the structure including torsional amplifications, where appli-
cable, using the following equation:

δM =
Cdδmax

Ie
(12.12-1)

where δmax = maximum elastic displacement at the critical location.

Table 12.12-1 Allowable Story Drift, Δa
a,b

Structure

Risk Category

I or II III IV

Structures, other than masonry shear wall structures, four stories
or less above the base as defined in Section 11.2, with interior
walls, partitions, ceilings, and exterior wall systems that have
been designed to accommodate the story drifts

0.025hsx
c 0.020hsx 0.015hsx

Masonry cantilever shear wall structuresd 0.010hsx 0.010hsx 0.010hsx
Other masonry shear wall structures 0.007hsx 0.007hsx 0.007hsx
All other structures 0.020hsx 0.015hsx 0.010hsx
ahsx is the story height below level x.
bFor seismic force-resisting systems solely comprising moment frames in Seismic Design Categories D, E, and F, the allowable story drift shall comply with the
requirements of Section 12.12.1.1.
cThere shall be no drift limit for single-story structures with interior walls, partitions, ceilings, and exterior wall systems that have been designed to accommodate
the story drifts. The structure separation requirement of Section 12.12.3 is not waived.
dStructures in which the basic structural system consists of masonry shear walls designed as vertical elements cantilevered from their base or foundation support
that are so constructed that moment transfer between shear walls (coupling) is negligible.
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Adjacent structures on the same property shall be separated by
at least δMT , determined as follows:

δMT =
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
ðδM1Þ2 þ ðδM2Þ2

q
(12.12-2)

where δM1 and δM2 are the maximum inelastic response dis-
placements of the adjacent structures at their adjacent edges.
Where a structure adjoins a property line not common to a

public way, the structure shall be set back from the property line
by at least the displacement δM of that structure.

EXCEPTION: Smaller separations or property line setbacks
are permitted where justified by rational analysis based on
inelastic response to design ground motions.

12.12.4 Members Spanning between Structures. Gravity
connections or supports for members spanning between
structures or seismically separate portions of structures shall
be designed for the maximum anticipated relative
displacements. These displacements shall be calculated as
follows:

1. Using the deflection calculated at the locations of support,
per Eq. (12.8-15) multiplied by 1.5R∕Cd ,

2. Considering additional deflection caused by diaphragm
rotation including the torsional amplification factor calcu-
lated per Section 12.8.4.3 where either structure is torsion-
ally irregular,

3. Considering diaphragm deformations, and
4. Assuming that the two structures are moving in opposite

directions and using the absolute sum of the displacements.

12.12.5 Deformation Compatibility for Seismic Design
Categories D through F. For structures assigned to Seismic
Design Category D, E, or F, every structural component not
included in the seismic force-resisting system in the direction
under consideration shall be designed to be adequate for the
gravity load effects and the seismic forces resulting from
displacement caused by the design story drift (Δ) as
determined in accordance with Section 12.8.6 (see also
Section 12.12.1).

EXCEPTION: Reinforced concrete frame members not
designed as part of the seismic force-resisting system shall
comply with Section 18.14 of ACI 318.
Where determining the moments and shears induced in com-

ponents that are not included in the seismic force-resisting system
in the direction under consideration, the stiffening effects of
adjoining rigid structural and nonstructural elements shall be
considered, and a rational value of member and restraint stiffness
shall be used.

12.13 FOUNDATION DESIGN

12.13.1 Design Basis. The design basis for foundations shall be
as set forth in Section 12.1.5.

12.13.2 Materials of Construction. Materials used for the
design and construction of foundations shall comply with the
requirements of Chapter 14 and the additional requirements of
Section 12.13.9 for foundations on liquefiable sites. Design
and detailing of steel piles shall comply with Section 14.1.8
and the additional requirements for Section 12.13.9 where
applicable. Design and detailing of concrete piles shall
comply with Section 14.2.3 and the additional requirements
for Section 12.13.9 where applicable.

12.13.3 Foundation Load-Deformation Characteristics.
Where foundation flexibility is included for the linear analysis
procedures in Chapter 12, the load-deformation characteristics
of the foundation–soil system shall be modeled in accordance
with the requirements of this section. The linear load-
deformation behavior of foundations shall be represented by
an equivalent linear stiffness using soil properties that are
compatible with the soil strain levels associated with the
design earthquake motion. The strain-compatible shear modulus,
G, and the associated strain-compatible shear wave velocity, vS,
needed for the evaluation of equivalent linear stiffness shall be
determined using the criteria in Chapter 19 or based on a site-
specific study. A 50% increase and decrease in stiffness shall
be incorporated in dynamic analyses unless smaller variations
can be justified based on field measurements of dynamic soil
properties or direct measurements of dynamic foundation
stiffness. The largest values of response shall be used in design.

12.13.4 Reduction of Foundation Overturning. Overturning
effects at the soil–foundation interface are permitted to be
reduced by 25% for foundations of structures that satisfy both
of the following conditions:

a. The structure is designed in accordance with the equivalent
lateral force analysis as set forth in Section 12.8, and

b. The structure is not an inverted pendulum or cantilevered
column type structure.

Overturning effects at the soil–foundation interface are per-
mitted to be reduced by 10% for foundations of structures
designed in accordance with the modal analysis requirements
of Section 12.9.

12.13.5 Strength Design for Foundation Geotechnical
Capacity. Where basic combinations for strength design
listed in Chapter 2 are used, combinations that include
earthquake loads, E, are permitted to include reduction of
foundation overturning effects defined in Section 12.13.4. The
following sections shall apply for determination of the applicable
nominal strengths and resistance factors at the soil–foundation
interface.

12.13.5.1 Nominal Strength. The nominal foundation
geotechnical capacity, Qns, shall be determined using any of
the following methods:

1. presumptive load-bearing values,
2. by a registered design professional based on geotechnical

site investigations that include field and laboratory testing
to determine soil classification and as-required active,
passive, and at-rest soil strength parameters, or

3. by in situ testing of prototype foundations.

For structures that are supported on more than one foundation,
the method used to determine the nominal strength of all
foundations shall be the same. Nominal strength values are
permitted to be based on either a limitation of maximum expected
foundation deformation, or by the nominal strength that is
associated with an anticipated failure mechanism.

12.13.5.1.1 Soil Strength Parameters. For competent soils that
do not undergo strength degradation under seismic loading,
strength parameters for static loading conditions shall be used
to compute nominal foundation geotechnical capacities for seis-
mic design unless increased seismic strength values based on site
conditions are provided by a registered design professional. For
sensitive cohesive soils or saturated cohesionless soils, the
potential for earthquake-induced strength degradation shall be
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considered. Nominal foundation geotechnical capacities for ver-
tical, lateral, and rocking loading shall be determined using
accepted foundation design procedures and principles of plastic
analysis, and shall be best-estimate values using soil properties
that are representative average values.

Total resistance to lateral loads is permitted to be determined
by taking the sum of the values derived from lateral bearing
pressure plus horizontal sliding resistance (from some combina-
tion of friction and cohesion).

1. Lateral sliding resistance from friction shall be limited to
sand, silty sand, clayey sand, silty gravel, and clayey gravel
soils (SW, SP, SM, SC, GM and GC), and rock. Lateral
sliding resistance from friction shall be calculated as the
most unfavorable dead load factor multiplied by dead load,
D, and multiplied by a coefficient of friction.

2. Lateral sliding resistance from cohesion shall be limited to
clay, sandy clay, clayey silt, silt, and sandy silt (CL, ML,
SC, and SM). Lateral sliding resistance from cohesion shall
be calculated as the contact area multiplied by the cohesion.

3. Horizontal friction sliding resistance and cohesion sliding
resistance shall be taken as zero for areas of foundations
supported by piles.

Where presumptive load bearing values for supporting soils are
used to determine nominal soil strengths, organic silt, organic
clays, peat, or nonengineered fill shall not be assumed to have a
presumptive load capacity.

12.13.5.2 Resistance Factors. The resistance factors
prescribed in this section shall be used for vertical, lateral,
and rocking resistance of all foundation types. Nominal
foundation geotechnical capacities, Qns, shall be multiplied by
the resistance factors (ϕ) shown in Table 12.13-1. Alternatively,
a vertical resistance factor, ϕ= 0.80 is permitted to be used when
the nominal strength (upward or downward) is determined by in -
situ testing of prototype foundations, based on a test program that
is approved by the authority having jurisdiction.

12.13.5.3 Acceptance Criteria. For linear seismic analysis
procedures in accordance with Sections 12.8 and 12.9, factored
loads, including reductions permitted in Section 12.13.4, shall not
exceed foundation design strengths, ϕ Qns.

12.13.6 Allowable Stress Design for Foundation
Geotechnical Capacity. Where basic combinations for
allowable stress design listed in Section 12.4 are used for
design, combinations that include earthquake loads, E, are
permitted to include reduction of foundation overturning
effects defined in Section 12.13.4. Allowable foundation load
capacities, Qas, shall be determined using allowable stresses in
geotechnical materials that have been determined by

geotechnical investigations required by the Authority Having
Jurisdiction (AHJ).

12.13.7 Requirements for Structures Assigned to Seismic
Design Category C. In addition to the requirements of
Section 11.8.2, the following foundation design requirements
shall apply to structures assigned to Seismic Design Category C.

12.13.7.1 Pole-Type Structures. Where construction using
posts or poles as columns embedded in earth or embedded in
concrete footings in the earth is used to resist lateral loads, the
depth of embedment required for posts or poles to resist seismic
forces shall be determined by means of the design criteria
established in the foundation investigation report.

12.13.7.2 Foundation Ties. Individual pile caps, drilled piers,
or caissons shall be interconnected by ties. All ties shall have a
design strength in tension or compression at least equal to a force
equal to 10% of SDS times the larger pile cap or column factored
dead plus factored live load unless it is demonstrated that
equivalent restraint will be provided by reinforced concrete
beams within slabs on grade or reinforced concrete slabs on
grade or confinement by competent rock, hard cohesive soils,
very dense granular soils, or other approved means.

12.13.7.3 Pile Anchorage Requirements. In addition to the
requirements of Section 14.2.3.1, anchorage of piles shall
comply with this section. Where required for resistance to
uplift forces, anchorage of steel pipe [round hollow structure
steel (HSS) sections], concrete-filled steel pipe, or H piles to the
pile cap shall be made by means other than concrete bond to the
bare steel section.

EXCEPTION: Anchorage of concrete-filled steel pipe piles is
permitted to be accomplished using deformed bars developed
into the concrete portion of the pile.

12.13.8 Requirements for Structures Assigned to Seismic
Design Categories D through F. In addition to the
requirements of Sections 11.8.2, 11.8.3, 14.1.8, and 14.2.3.2,
the following foundation design requirements shall apply to
structures assigned to Seismic Design Category D, E, or F.
Design and construction of concrete foundation elements shall
conform to the requirements of ACI 318, Section 18.9, except as
modified by the requirements of this section.

EXCEPTION: Detached one- and two-family dwellings of
light-frame construction not exceeding two stories above grade
plane need only comply with the requirements for Sec-
tions 11.8.2, 11.8.3 (items 2 through 4), 12.13.2, and 12.13.7.

12.13.8.1 Pole-Type Structures. Where construction using
posts or poles as columns embedded in earth or embedded in
concrete footings in the earth is used to resist lateral loads, the
depth of embedment required for posts or poles to resist seismic
forces shall be determined by means of the design criteria
established in the foundation investigation report.

12.13.8.2 Foundation Ties. Individual pile caps, drilled piers,
or caissons shall be interconnected by ties. In addition, individual
spread footings founded on soil defined in Chapter 20 as Site
Class E or F shall be interconnected by ties. All ties shall have a
design strength in tension or compression at least equal to a force
equal to 10% of SDS times the larger pile cap or column factored
dead plus factored live load unless it is demonstrated that
equivalent restraint is provided by reinforced concrete beams
within slabs on grade or reinforced concrete slabs on grade or
confinement by competent rock, hard cohesive soils, very dense
granular soils, or other approved means.

Table 12.13-1 Resistance Factors for Strength Design of Soil–
Foundation Interface

Direction and Type of Resistance Resistance Factors, ϕ

Vertical Resistance
Compression (bearing) strength 0.45
Pile friction (either upward or
downward)

0.45

Lateral Resistance
Lateral bearing pressure 0.5
Sliding (by either friction or cohesion) 0.85
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12.13.8.3 General Pile Design Requirement. Piling shall be
designed and constructed to withstand deformations from
earthquake ground motions and structure response.
Deformations shall include both free-field soil strains (without
the structure) and deformations induced by lateral pile resistance
to structure seismic forces, all as modified by soil–pile
interaction.

12.13.8.4 Batter Piles. Batter piles and their connections shall
be capable of resisting forces and moments from the load
combinations including overstrength from Chapter 2 or
Section 12.14.3.2.3. Where vertical and batter piles act jointly
to resist foundation forces as a group, these forces shall be
distributed to the individual piles in accordance with their
relative horizontal and vertical rigidities and the geometric
distribution of the piles within the group.

12.13.8.5 Pile Anchorage Requirements. In addition to the
requirements of Section 12.13.7.3, anchorage of piles shall
comply with this section. Design of anchorage of piles into the
pile cap shall consider the combined effect of axial forces because
of uplift and bending moments caused by fixity to the pile cap. For
piles required to resist uplift forces or provide rotational restraint,
anchorage into the pile cap shall comply with the following:

1. In the case of uplift, the anchorage shall be capable of
developing the least of the nominal tensile strength of the
longitudinal reinforcement in a concrete pile, the nominal
tensile strength of a steel pile, and 1.3 times the pile pullout
resistance, or shall be designed to resist the axial tension
force resulting from the seismic load effects including
overstrength of Section 12.4.3 or 12.14.3.2. The pile
pullout resistance shall be taken as the ultimate frictional
or adhesive force that can be developed between the soil
and the pile plus the pile weight.

2. In the case of rotational restraint, the anchorage shall be
designed to resist the axial and shear forces and moments
resulting from the seismic load effects including over-
strength of Section 12.4.3 or 12.14.3.2 or shall be capable
of developing the full axial, bending, and shear nominal
strength of the pile.

12.13.8.6 Splices of Pile Segments. Splices of pile segments
shall develop the nominal strength of the pile section.

EXCEPTION: Splices designed to resist the axial and shear
forces and moments from the seismic load effects including
overstrength of Section 12.4.3 or 12.14.3.2.

12.13.8.7 Pile–Soil Interaction. Pile moments, shears, and
lateral deflections used for design shall be established
considering the interaction of the shaft and soil. Where the ratio
of the depth of embedment of the pile to the pile diameter or width
is less than or equal to 6, the pile is permitted to be assumed to be
flexurally rigid with respect to the soil.

12.13.8.8 Pile Group Effects. Pile group effects from soil on
lateral pile nominal strength shall be included where pile center-
to-center spacing in the direction of lateral force is less than eight
pile diameters or widths. Pile group effects on vertical nominal
strength shall be included where pile center-to-center spacing is
less than three pile diameters or widths.

12.13.9 Requirements for Foundations on Liquefiable
Sites. Where the geotechnical investigation report required in
Section 11.8 identifies the potential for soil strength loss caused
by liquefaction in MCEG earthquake motions, structures shall be

designed to accommodate the effects of liquefaction in
accordance with the requirements of Sections 12.13.9.1
through 12.13.9.3. Such structures shall also be designed to
resist the seismic load effects of Section 12.4, presuming
liquefaction does not occur.

EXCEPTION: Structures on shallow foundations need not be
designed for the requirements of this section where the geotech-
nical investigation report indicates that there is negligible risk of
lateral spreading, no bearing capacity loss, and differential
settlements of site soils or improved site soils do not exceed
one-fourth of the differential settlement threshold specified in
Table 12.3-3.

Where the geotechnical investigation report indicates the
potential for flow failure, the provisions of Section 12.13.9 are
not applicable and the condition shall be mitigated.

12.13.9.1 Foundation Design. Foundations shall be designed
to support gravity and design earthquake loads, as indicated in
the basic load combinations of Section 12.4, using the reduced
soil bearing capacity, as indicated in the geotechnical
investigation report, considering the effects of liquefaction
caused by MCEG earthquake motions. The anticipated lateral
spreading, differential settlement values, and foundation design
shall be permitted to include the mitigating effects of any planned
ground improvements for the site.

12.13.9.2 Shallow Foundations. Building structures shall be
permitted to be supported on shallow foundations provided that
the foundations are designed and detailed in accordance with
Section 12.13.9.2.1 and the conditions provided in items (a) and
(b) of Section 12.13.9.2 are met.

a. The geotechnical investigation report indicates that perma-
nent horizontal ground displacement induced by lateral
spreading associated with MCEG earthquake motions does
not exceed the value in Table 12.13-2.

b. The foundation and superstructure are designed to accom-
modate differential settlements caused by liquefaction
without loss of the ability to support gravity loads. For
structures assigned to Risk Category II or III, residual
strength of members and connections shall not be less
than 67% of the undamaged nominal strength, considering
the nonlinear behavior of the structure or, alternatively,
demands on all members and connections shall not exceed
the element’s nominal strength when subjected to differ-
ential settlements. For structures assigned to Risk Category
IV, demands on all members and connections shall not
exceed the element’s nominal strength when subjected to
differential settlements.

EXCEPTION: Where the geotechnical investigation report
indicates that the differential settlement over a defined length, L,
does not exceed the differential settlement threshold specified in
Table 12.13-3, explicit design beyond the requirements of Sec-
tion 12.13.9.2.1 to accommodate differential settlements is not
required.

Table 12.13-2 Upper Limit on Lateral Spreading Horizontal Ground
Displacement for Shallow Foundations Beyond Which Deep

Foundations Are Required

Risk Category I or II III IV

Limit (in. (mm)) 18 (455) 12 (305) 4 (100)
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12.13.9.2.1 Shallow Foundation Design Shallow foundations
shall satisfy the design and detailing requirements of Sec-
tions 12.13.9.2.1.1 or 12.13.9.2.1.2 as required.

12.13.9.2.1.1 Foundation Ties. Individual footings shall be
interconnected by ties in accordance with Section 12.13.8.2 and
the additional requirements of this section. The ties shall be
designed to accommodate the differential settlements between
adjacent footings per Section 12.13.9.2, item b. Reinforced concrete
sections shall be detailed in accordance with Sections 18.6.2.1 and
18.6.4 of ACI 318. Where the geotechnical investigation report
indicates that permanent ground displacement induced by lateral
spreading exceeding 3 in. (76.2 mm) will occur in MCEG earth-
quake motions, both of the following requirements shall be met:

1. Ties between individual footings on the same column or
wall line shall, in lieu of the force requirements of Sec-
tion 12.13.8.2, have a design strength in tension and
compression at least equal to Ftie, as indicated in
Eq. (12.13-1). These effects shall be combined with the
load effects from design earthquake lateral loads.

Ftie = 0.5μPu (12.13-1)

where

Ftie = the design tie force;
μ = the coefficient of friction between the bottom of the

footing and the soil, as indicated in the geotechnical
report, or is taken as 0.5 in the absence of other
information; and

Pu = the total of the supported gravity loads of all footings
along the same column or wall line, determined in
accordance with load combination 5 in Section 2.3.2.

2. Individual footings shall be integral with or connected to a
reinforced concrete slab-on-ground, at least 5 in. (127.0 cm)
thick and reinforced in each horizontal direction with a
minimum reinforcing ratio of 0.0025. Alternately, individ-
ual footings shall be integral with or connected to a post-
tensioned concrete slab-on-ground designed according to
PTI DC10.5 with a minimum effective compression after
losses of 100 psi (690 kPa). For sites with expansive soils,
movements from both expansive soils and liquefied soils
need not be considered concurrently. For purposes of this
section, concrete slab-on-ground need not satisfy Sec-
tion 18.6.4 of ACI 318.

EXCEPTION: A system of diagonal reinforced concrete ties
is permitted to be used, if the system of ties provides equivalent
lateral shear strength and stiffness to a slab-on-ground as defined
above.

12.13.9.2.1.2 Mat Foundations. Mat foundations shall be
designed to accommodate the expected vertical differential set-
tlements indicated in the geotechnical investigation report per
Section 12.13.9.2, item b, considering any increased loads
induced by differential settlements of adjacent columns. The
flexural demands caused by liquefaction need not be considered
if the mat is detailed in accordance with the requirements of
Section 18.6.3.1 of ACI 318. Mat foundations shall have
longitudinal reinforcement in both directions at the top and
bottom.

12.13.9.3 Deep Foundations. Deep foundations shall be
designed to support vertical loads as indicated in the basic
load combinations of Section 12.4, in combination with the
moments and shears caused by lateral deformation of deep
foundation elements in response to lateral inertial loads. Axial
capacity of the deep foundation and lateral resistance of the soil
shall be reduced to account for the effects of liquefaction. Deep
foundations shall satisfy the design and detailing requirements of
Sections 12.13.9.3.1 through 12.13.9.3.5.

12.13.9.3.1 Downdrag Design of piles shall incorporate the
effects of downdrag caused by liquefaction. For geotechnical
design, the liquefaction-induced downdrag shall be determined
as the downward skin friction on the pile within and above the
liquefied zone(s). The net geotechnical ultimate capacity of the
pile shall be the ultimate geotechnical capacity of the pile below
the liquefiable layer(s) reduced by the downdrag load. For
structural design, downdrag load induced by liquefaction shall
be treated as a seismic load and factored accordingly.

12.13.9.3.2 Lateral Resistance Passive pressure and friction
mobilized against walls, pile caps, and grade beams, when
reduced for the effects of liquefaction, shall be permitted to
resist lateral inertial loads in combination with piles. Resistance
provided by the combination of piles, passive pressure, and
friction shall be determined based on compatible lateral
deformations.

12.13.9.3.3 Concrete Deep Foundation Detailing Concrete
piles including cast-in-place and precast piles shall be detailed
to comply with Sections 18.7.5.2 through 18.7.5.4 of ACI 318
from the top of the pile to a depth exceeding that of the deepest
liquefiable soil by at least 7 times the member cross-sectional
dimension.

12.13.9.3.4 Lateral Spreading Where the geotechnical investi-
gation report indicates that permanent ground displacement
induced by lateral spreading will occur in the event of MCEG
earthquake motions, pile design shall be based on a detailed
analysis incorporating the expected lateral deformation, the
depths over which the deformation is expected to occur, and
the nonlinear behavior of the piles. Where nonlinear behavior of
piles occurs caused by permanent ground displacement induced
by lateral spreading, the pile deformations shall not result in loss
of the pile’s ability to carry gravity loads, nor shall the deterio-
rated pile’s lateral strength be less than 67% of the undamaged
nominal strength. In addition, the following requirements shall be
satisfied:

1. Structural steel H-piles shall satisfy the width-thickness limits
for highly ductile H-pile members in ANSI/AISC 341.

2. Unfilled structural steel pipe piles shall satisfy the width-
thickness limits for highly ductile round HSS elements in
ANSI/AISC 341.

3. Concrete piles shall be detailed to comply with Sec-
tions 18.7.5.2 through 18.7.5.4 of ACI 318 from the top

Table 12.13-3 Differential Settlement Threshold

Structure Type

Risk Category

I or II III IV

Single-story structures with concrete or
masonry wall systems

0.0075L 0.005L 0.002L

Other single-story structures 0.015L 0.010L 0.002L
Multistory structures with concrete or
masonry wall systems

0.005L 0.003L 0.002L

Other multistory structures 0.010L 0.006L 0.002L
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of the pile to a depth exceeding that of the deepest layer of
soil prone to lateral spreading by at least 7 times the pile
diameter. Nominal shear strength shall exceed the maxi-
mum forces that can be generated because of pile deforma-
tions determined in the detailed analysis.

12.13.9.3.5 Foundation Ties Individual pile caps shall be inter-
connected by ties in accordance with Section 12.13.8.2. Where
the geotechnical investigation report indicates permanent ground
displacement induced by lateral spreading, the design forces for
ties shall include the additional pressures applied to foundation
elements because of the lateral displacement in accordance with
the recommendations of the geotechnical investigation report.
These effects shall be combined with the load effects from design
earthquake lateral loads.

12.14 SIMPLIFIED ALTERNATIVE STRUCTURAL
DESIGN CRITERIA FOR SIMPLE BEARING
WALL OR BUILDING FRAME SYSTEMS

12.14.1 General

12.14.1.1 Simplified Design Procedure. The procedures of
this section are permitted to be used in lieu of other
analytical procedures in Chapter 12 for the analysis and
design of simple buildings with bearing wall or building
frame systems, subject to all of the limitations listed in this
section. Where these procedures are used, the Seismic Design
Category shall be determined from Table 11.6-1 using the value
of SDS from Section 12.14.8.1, except that where S1 is greater
than or equal to 0.75, the Seismic Design Category shall be E.
The simplified design procedure is permitted to be used if the
following limitations are met:

1. The structure shall qualify for Risk Category I or II in
accordance with Table 1.5-1.

2. The site class, defined in Chapter 20, shall not be Site
Class E or F.

3. The structure shall not exceed three stories above grade
plane.

4. The seismic force-resisting system shall be either a bear-
ing wall system or a building frame system, as indicated in
Table 12.14-1.

5. The structure shall have at least two lines of lateral
resistance in each of two major axis directions. At least
one line of resistance shall be provided on each side of the
center of weight in each direction.

6. The center of weight in each story shall be located not
further from the geometric centroid of the diaphragm than
10% of the length of the diaphragm parallel to the
eccentricity.

7. For structures with cast-in-place concrete diaphragms,
overhangs beyond the outside line of shear walls or
braced frames shall satisfy the following:

a ≤ d∕3 (12.14-1)

where

a = the distance perpendicular to the forces being consid-
ered from the extreme edge of the diaphragm to the line
of vertical resistance closest to that edge, and

d = the depth of the diaphragm parallel to the forces being
considered at the line of vertical resistance closest to the
edge.

All other diaphragm overhangs beyond the outside line
of shear walls or braced frames shall satisfy the
following:

a ≤ d∕5 (12.14-2)

8. For buildings with a diaphragm that is not flexible, the
forces shall be apportioned to the vertical elements as if
the diaphragm were flexible. The following additional
requirements shall be satisfied:
a. For structures with two lines of resistance in a given

direction, the distance between the two lines is at least
50% of the length of the diaphragm perpendicular to the
lines;

b. For structures with more than two lines of resistance in
a given direction, the distance between the two most
extreme lines of resistance in that direction is at least
60% of the length of the diaphragm perpendicular to the
lines;

Where two or more lines of resistance are closer together
than one-half the horizontal length of the longer of the
walls or braced frames, it shall be permitted to replace
those lines by a single line at the centroid of the group for
the initial distribution of forces, and the resultant force to
the group shall then be distributed to the members of the
group based on their relative stiffnesses.

9. Lines of resistance of the seismic force-resisting system
shall be oriented at angles of no more than 15 deg from
alignment with the major orthogonal horizontal axes of
the building.

10. The simplified design procedure shall be used for each
major orthogonal horizontal axis direction of the building.

11. System irregularities caused by in-plane or out-of-plane
offsets of lateral force-resisting elements shall not be
permitted.
EXCEPTION:Out-of-plane and in-plane offsets of shear
walls are permitted in two-story buildings of light-frame
construction provided that the framing supporting the
upper wall is designed for seismic force effects from
overturning of the wall amplified by a factor of 2.5.

12. The lateral load resistance of any story shall not be less
than 80% of the story above.

12.14.1.2 Reference Documents. The reference documents
listed in Chapter 23 shall be used as indicated in Section 12.14.

12.14.1.3 Definitions. The definitions listed in Section 11.2
shall be used in addition to the following:
PRINCIPAL ORTHOGONAL HORIZONTAL DIREC-

TIONS: The orthogonal directions that overlay the majority of
lateral force-resisting elements.

12.14.1.4 Notation.

D = the effect of dead load
E = the effect of horizontal and vertical earthquake-in-

duced forces
Fa = acceleration-based site coefficient, see Section

12.14.8.1
Fi = the portion of the seismic base shear, V , induced at

level i
Fp = the seismic design force applicable to a particular

structural component
Fx = see Section 12.14.8.2
hi = the height above the base to level i
hx = the height above the base to level x

114 STANDARD 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



Level i = the building level referred to by the subscript i; i = 1
designates the first level above the base

Level n = the level that is uppermost in the main portion of the
building

Level x = see “Level i”
QE = the effect of horizontal seismic forces
R = the response modification coefficient as given in Ta-

ble 12.14-1

Table 12.14-1 Design Coefficients and Factors for Seismic Force-Resisting Systems for Simplified Design Procedure

Seismic Force-Resisting System

ASCE 7 Section
Where Detailing

Requirements Are
Specified

Response
Modification

Coefficient, Ra

Limitationsb

Seismic Design Category

B C D, E

A. BEARING WALL SYSTEMS
1. Special reinforced concrete shear walls 14.2 5 P P P
2. Ordinary reinforced concrete shear walls 14.2 4 P P NP
3. Detailed plain concrete shear walls 14.2 2 P NP NP
4. Ordinary plain concrete shear walls 14.2 1½ P NP NP
5. Intermediate precast shear walls 14.2 4 P P 40c

6. Ordinary precast shear walls 14.2 3 P NP NP
7. Special reinforced masonry shear walls 14.4 5 P P P
8. Intermediate reinforced masonry shear walls 14.4 3½ P P NP
9. Ordinary reinforced masonry shear walls 14.4 2 P NP NP
10. Detailed plain masonry shear walls 14.4 2 P NP NP
11. Ordinary plain masonry shear walls 14.4 1½ P NP NP
12. Prestressed masonry shear walls 14.4 1½ P NP NP
13. Light-frame (wood) walls sheathed with wood structural panels rated

for shear resistance
14.5 6½ P P P

14. Light-frame (cold-formed steel) walls sheathed with wood structural
panels rated for shear resistance or steel sheets

14.1 6½ P P P

15. Light-frame walls with shear panels of all other materials 14.1 and 14.5 2 P P NPd

16. Light-frame (cold-formed steel) wall systems using flat strap bracing 14.1 4 P P P

B. BUILDING FRAME SYSTEMS
1. Steel eccentrically braced frames 14.1 8 P P P
2. Steel special concentrically braced frames 14.1 6 P P P
3. Steel ordinary concentrically braced frames 14.1 3¼ P P P
4. Special reinforced concrete shear walls 14.2 6 P P P
5. Ordinary reinforced concrete shear walls 14.2 5 P P NP
6. Detailed plain concrete shear walls 14.2 and 14.2.2.7 2 P NP NP
7. Ordinary plain concrete shear walls 14.2 1½ P NP NP
8. Intermediate precast shear walls 14.2 5 P P 40c

9. Ordinary precast shear walls 14.2 4 P NP NP
10. Steel and concrete composite eccentrically braced frames 14.3 8 P P P
11. Steel and concrete composite special concentrically braced frames 14.3 5 P P P
12. Steel and concrete composite ordinary braced frames 14.3 3 P P NP
13. Steel and concrete composite plate shear walls 14.3 6½ P P P
14. Steel and concrete composite special shear walls 14.3 6 P P P
15. Steel and concrete composite ordinary shear walls 14.3 5 P P NP
16. Special reinforced masonry shear walls 14.4 5½ P P P
17. Intermediate reinforced masonry shear walls 14.4 4 P P NP
18. Ordinary reinforced masonry shear walls 14.4 2 P NP NP
19. Detailed plain masonry shear walls 14.4 2 P NP NP
20. Ordinary plain masonry shear walls 14.4 1½ P NP NP
21. Prestressed masonry shear walls 14.4 1½ P NP NP
22. Light-frame (wood) walls sheathed with wood structural panels rated

for shear resistance
14.5 7 P P P

23. Light-frame (cold-formed steel) walls sheathed with wood structural
panels rated for shear resistance or steel sheets

14.1 7 P P P

24. Light-frame walls with shear panels of all other materials 14.1 and 14.5 2½ P P NPd

25. Steel buckling-restrained braced frames 14.1 8 P P P
26. Steel special plate shear walls 14.1 7 P P P

aResponse modification coefficient, R, for use throughout the standard.
bP = permitted; NP = not permitted.
cLight-frame walls with shear panels of all other materials are not permitted in Seismic Design Category E.
dLight-frame walls with shear panels of all other materials are permitted up to 35 ft (10.6 m) in structural height, hn, in Seismic Design Category D and are not
permitted in Seismic Design Category E.
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SDS = see Section 12.14.8.1
SS = see Section 11.4.1
S1 = see Section 11.4.1
V = the total design shear at the base of the structure in the

direction of interest, as determined using the procedure
of Section 12.14.8.1

Vx = the seismic design shear in story x. See
Section 12.14.8.3

W = see Section 12.14.8.1
Wc = weight of wall
wi = the portion of the effective seismic weight, W , located

at or assigned to level i
Wp = weight of structural component
wx = see Section 12.14.8.2

12.14.2 Design Basis. The structure shall include complete
lateral and vertical force-resisting systems with adequate
strength to resist the design seismic forces, specified in this
section, in combination with other loads. Design seismic forces
shall be distributed to the various elements of the structure and
their connections using a linear elastic analysis in accordance
with the procedures of Section 12.14.8. The members of the
seismic force-resisting system and their connections shall be
detailed to conform with the applicable requirements for the
selected structural system as indicated in Section 12.14.4.1. A
continuous load path, or paths, with adequate strength and
stiffness shall be provided to transfer all forces from the point
of application to the final point of resistance. The foundation
shall be designed to accommodate the forces developed.

12.14.3 Seismic Load Effects. All members of the structure,
including those not part of the seismic force-resisting system,
shall be designed using the seismic load effects of
Section 12.14.3 unless otherwise exempted by this standard.
Seismic load effects are the axial, shear, and flexural member
forces resulting from application of horizontal and vertical
seismic forces as set forth in Section 12.14.3.1. Where
required, seismic load effects shall include overstrength, as set
forth in Section 12.14.3.2.

12.14.3.1 Seismic Load Effect. The seismic load effect, E,
shall be determined in accordance with the following:

1. For use in load combination 6 in Section 2.3.6 or load
combinations 8 and 9 in Section 2.4.5, E shall be deter-
mined in accordance with Eq. (12.14-3) as follows:

E=Eh þ Ev (12.14-3)

2. For use in load combination 7 in Section 2.3.6 or load
combination 10 in Section 2.4.5, E shall be determined in
accordance with Eq. (12.14-4) as follows:

E=Eh − Ev (12.14-4)

where

E = seismic load effect;
Eh = effect of horizontal seismic forces as defined in Sec-

tion 12.14.3.1.1; and
Ev = effect of vertical seismic forces as defined in

Section 12.14.3.1.2.

12.14.3.1.1 Horizontal Seismic Load Effect The horizontal seis-
mic load effect, Eh, shall be determined in accordance with
Eq. (12.14-5) as follows:

Eh =QE (12.14-5)

where QE = effects of horizontal seismic forces from V or Fp as
specified in Sections 12.14.7.5, 12.14.8.1, and 13.3.1.

12.14.3.1.2 Vertical Seismic Load Effect The vertical seismic
load effect, Ev, shall be determined in accordance with
Eq. (12.14-6) as follows:

Ev = 0.2SDSD (12.14-6)

where

SDS = design spectral response acceleration parameter at short
periods obtained from Section 11.4.5, and

D = effect of dead load.

EXCEPTION: The vertical seismic load effect, Ev, is permit-
ted to be taken as zero for either of the following conditions:

1. In Eqs. (12.14-3), (12.14-4), (12.14-7), and (12.14-8)
where SDS is equal to or less than 0.125.

2. In Eq. (12.14-4) where determining demands on the soil–
structure interface of foundations.

12.14.3.2 Seismic Load Effect Including Overstrength. Where
required, the seismic load effects, including overstrength, shall be
determined in accordance with the following:

1. For use in load combination 6 in Section 2.3.6 or load
combinations 8 and 9 in Section 2.4.5, E shall be taken as
equal to Em as determined in accordance with Eq. (12.14-7)
as follows:

Em =Emh þ Ev (12.14-7)

2. For use in load combination 7 in Section 2.3.6 or load
combination 10 in Section 2.4.5, E shall be taken as equal
to Em as determined in accordance with Eq. (12.14-8) as
follows:

Em =Emh − Ev (12.14-8)

where

Em = seismic load effect including overstrength;
Emh = effect of horizontal seismic forces, including over-

strength, as defined in Section 12.14.3.2.1 or
12.14.3.2.2; and

Ev = vertical seismic load effect as defined in
Section 12.14.3.1.2.

12.14.3.2.1 Horizontal Seismic Load Effect with a 2.5 Over-
strength The effect of horizontal seismic forces, including
overstrength, Emh, shall be determined in accordance with
Eq. (12.14-9) as follows:

Emh = 2.5QE (12.14-9)

where

QE = effects of horizontal seismic forces from V or Fp as
specified in Sections 12.14.7.5, 12.14.8.1, and 13.3.1.

Emh need not be taken as larger than Ecl where Ecl = the
capacity-limited horizontal seismic load effect as defined in
Section 11.3.
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12.14.3.2.2 Capacity-Limited Horizontal Seismic Load Effect
Where capacity-limited design is required by the material refer-
ence document, the seismic load effect including overstrength
shall be calculated with the capacity-limited horizontal seismic
load effect, Ecl, substituted for Emh in the load combinations of
Section 12.14.3.2.3.

12.14.3.2.3 Load Combinations Including Overstrength.
Where the seismic load effect including overstrength, Em, de-
fined in Section 12.14.3.2, is combined with the effects of other
loads as set forth in Chapter 2, the following seismic load
combinations for structures not subject to flood or atmospheric
ice loads shall be used in lieu of the seismic load combinations in
Section 2.3.2 or 2.4.1.

Basic Combinations for Strength Design Including Over-
strength (see Sections 2.2 and 2.3.2 for notation)

5. ð1.2þ 0.2SDSÞDþ Emh þ Lþ 0.2S
7. ð0.9 − 0.2SDSÞDþ Emh

NOTES:

1. The load factor on L in combination 5 is permitted to equal
0.5 for all occupancies in which Lo in Table 4.3-1 is less
than or equal to 100 psf (4.79 kN∕m2), with the exception
of garages or areas occupied as places of public assembly.

2. Where fluid loads F are present, they shall be included with
the same load factor as dead load D in combinations 1
through 5 and 7. Where load H is present, it shall be
included as follows:
a. where the effect of H adds to the primary variable load

effect, include H with a load factor of 1.6;
b. where the effect of H resists the primary variable load

effect, include H with a load factor of 0.9 where the
load is permanent or a load factor of 0 for all other
conditions.

3. Where lateral earth pressure provides resistance to struc-
tural actions from other forces, it shall not be included in H
but shall be included in the design resistance.

Basic Combinations for Allowable Stress Design Including
Overstrength (see Sections 2.2 and 2.4.1 for notation)

5. ð1.0þ 0.14SDSÞDþ 0.7Emh
6b. ð1.0þ 0.105SDSÞDþ 0.525Emh þ 0.75Lþ 0.75S
8. ð0.6 − 0.14SDSÞDþ 0.7Emh

NOTES:
Where fluid loads F are present, they shall be included in

combinations 1 through 6 and 8 with the same factor as that used
for dead load D.

Where load H is present, it shall be included as follows:

1. where the effect of H adds to the primary variable load
effect, include H with a load factor of 1.0;

2. where the effect of H resists the primary variable load
effect, include H with a load factor of 0.6 where the load is
permanent or a load factor of 0 for all other conditions.

12.14.4 Seismic Force-Resisting System

12.14.4.1 Selection and Limitations. The basic lateral and
vertical seismic force-resisting system shall conform to one of
the types indicated in Table 12.14-1 and shall conform to all of the
detailing requirements referenced in the table. The appropriate
response modification coefficient, R, indicated in Table 12.14-1
shall be used in determining the base shear and element design
forces as set forth in the seismic requirements of this standard.

Special framing and detailing requirements are indicated in
Section 12.14.7 and in Sections 14.1, 14.2, 14.3, 14.4, and 14.5
for structures assigned to the various Seismic Design Categories.

12.14.4.2 Combinations of Framing Systems

12.14.4.2.1 Horizontal Combinations Different seismic force-
resisting systems are permitted to be used in each of the two
principal orthogonal building directions. Where a combination of
different structural systems is used to resist lateral forces in the
same direction, the value of R used for design in that direction
shall not be greater than the least value of R for any of the systems
used in that direction.

EXCEPTION: For buildings of light-frame construction or
buildings that have flexible diaphragms and that are two stories or
fewer above grade plane, resisting elements are permitted to be
designed using the least value of R of the different seismic force-
resisting systems found in each independent line of framing. The
value of R used for design of diaphragms in such structures shall
not be greater than the least value for any of the systems used in
that same direction.

12.14.4.2.2 Vertical Combinations Different seismic force-
resisting systems are permitted to be used in different stories.
The value of R used in a given direction shall not be greater than
the least value of any of the systems used in that direction.

12.14.4.2.3 Combination Framing Detailing Requirements The
detailing requirements of Section 12.14.7 required by the higher
response modification coefficient, R, shall be used for structural
members common to systems that have different response mod-
ification coefficients.

12.14.5 Diaphragm Flexibility. Diaphragms constructed of
steel decking (untopped), wood structural panels, or similar
panelized construction techniques are permitted to be
considered flexible.

12.14.6 Application of Loading. The effects of the
combination of loads shall be considered as prescribed in
Section 12.14.3. The design seismic forces are permitted to be
applied separately in each orthogonal direction, and the
combination of effects from the two directions need not be
considered. Reversal of load shall be considered.

12.14.7 Design and Detailing Requirements. The design and
detailing of the members of the seismic force-resisting system
shall comply with the requirements of this section. The
foundation shall be designed to resist the forces developed
and accommodate the movements imparted to the structure by
the design ground motions. The dynamic nature of the forces, the
expected ground motion, the design basis for strength and energy
dissipation capacity of the structure, and the dynamic properties
of the soil shall be included in the determination of the founda-
tion design criteria. The design and construction of foundations
shall comply with Section 12.13. Structural elements including
foundation elements shall conform to the material design and
detailing requirements set forth in Chapter 14.

12.14.7.1 Connections. All parts of the structure between
separation joints shall be interconnected, and the connection
shall be capable of transmitting the seismic force, Fp, induced
by the parts being connected. Any smaller portion of the structure
shall be tied to the remainder of the structure with elements that
have a strength of 0.20 times the short-period design spectral
response acceleration coefficient, SDS, times the weight of the
smaller portion or 5% of the portion’s weight, whichever is
greater.
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A positive connection for resisting a horizontal force acting
parallel to the member shall be provided for each beam, girder, or
truss, either directly to its supporting elements or to slabs
designed to act as diaphragms. Where the connection is through
a diaphragm, then the member’s supporting element must also be
connected to the diaphragm. The connection shall have minimum
design strength of 5% of the dead plus live load reaction.

12.14.7.2 Openings or Reentrant Building Corners. Except
where otherwise specifically provided for in this standard,
openings in shear walls, diaphragms, or other plate-type
elements shall be provided with reinforcement at the edges of
the openings or reentrant corners designed to transfer the stresses
into the structure. The edge reinforcement shall extend into the
body of the wall or diaphragm a distance sufficient to develop the
force in the reinforcement.

EXCEPTION: Shear walls of wood structural panels are
permitted where designed in accordance with AWC SDPWS-15
for perforated shear walls or ANSI/AISI S400 for Type II shear
walls.

12.14.7.3 Collector Elements. Collector elements shall be
provided with adequate strength to transfer the seismic forces
originating in other portions of the structure to the element
providing the resistance to those forces (Fig. 12.10-1). Collector
elements, splices, and their connections to resisting elements shall
be designed to resist the forces defined in Section 12.14.3.2.

EXCEPTION: In structures, or portions thereof, braced
entirely by light-frame shear walls, collector elements, splices,
and connections to resisting elements are permitted to be
designed to resist forces in accordance with Section 12.14.7.4.

12.14.7.4 Diaphragms. Floor and roof diaphragms shall be
designed to resist the design seismic forces at each level, Fx,
calculated in accordance with Section 12.14.8.2. Where the
diaphragm is required to transfer design seismic forces from
the vertical-resisting elements above the diaphragm to other
vertical-resisting elements below the diaphragm because of
changes in relative lateral stiffness in the vertical elements, the
transferred portion of the seismic shear force at that level, Vx, shall
be added to the diaphragm design force. Diaphragms shall provide
for both the shear and bending stresses resulting from these forces.
Diaphragms shall have ties or struts to distribute the wall
anchorage forces into the diaphragm. Diaphragm connections
shall be positive, mechanical, or welded type connections.

12.14.7.5 Anchorage of Structural Walls. Structural walls
shall be anchored to all floors, roofs, and members that provide
out-of-plane lateral support for the wall or that are supported by the
wall. The anchorage shall provide a positive direct connection
between the wall and floor, roof, or supporting member with the
strength to resist the out-of-plane force given by Eq. (12.14-10):

Fp = 0.4kaSDSWp (12.14-10)

Fp shall not be taken as less than 0.2kaWp.

ka = 1.0þ Lf
100

(12.14-11)

ka need not be taken as larger than 2.0 where

Fp = the design force in the individual anchors;
ka = amplification factor for diaphragm flexibility;
Lf = the span, in feet, of a flexible diaphragm that provides the

lateral support for the wall; the span is measured between

vertical elements that provide lateral support to the dia-
phragm in the direction considered; use zero for rigid
diaphragms;

SDS = the design spectral response acceleration at short periods
per Section 12.14.8.1; and

Wp = the weight of the wall tributary to the anchor.

12.14.7.5.1 Transfer of Anchorage Forces into Diaphragms
Diaphragms shall be provided with continuous ties or struts
between diaphragm chords to distribute these anchorage forces
into the diaphragms. Added chords are permitted to be used to
form subdiaphragms to transmit the anchorage forces to the main
continuous crossties. The maximum length-to-width ratio of the
structural subdiaphragm shall be 2.5 to 1. Connections and
anchorages capable of resisting the prescribed forces shall be
provided between the diaphragm and the attached components.
Connections shall extend into the diaphragm a sufficient distance
to develop the force transferred into the diaphragm.

12.14.7.5.2 Wood Diaphragms The anchorage of concrete or
masonry structural walls to wood diaphragms shall be in accor-
dance with AWC SDPWS 4.1.5.1 and this section. Continuous
ties required by this section shall be in addition to the diaphragm
sheathing. Anchorage shall not be accomplished by use of
toenails or nails subject to withdrawal, nor shall wood ledgers
or framing be used in cross-grain bending or cross-grain tension.
The diaphragm sheathing shall not be considered effective as
providing the ties or struts required by this section.

12.14.7.5.3 Metal Deck Diaphragms In metal deck diaphragms,
the metal deck shall not be used as the continuous ties required by
this section in the direction perpendicular to the deck span.

12.14.7.5.4 Embedded Straps Diaphragm to wall anchorage
using embedded straps shall be attached to or hooked around
the reinforcing steel or otherwise terminated so as to effectively
transfer forces to the reinforcing steel.

12.14.7.6 BearingWalls and ShearWalls. Exterior and interior
bearing walls and shear walls and their anchorage shall be designed
for a force equal to 40% of the short-period design spectral response
acceleration, SDS, times the weight of wall, Wc, normal to the
surface, with a minimum force of 10% of the weight of the wall.
Interconnection of wall elements and connections to supporting
framing systems shall have sufficient ductility, rotational capacity,
or strength to resist shrinkage, thermal changes, and differential
foundation settlement where combined with seismic forces.

12.14.7.7 Anchorage of Nonstructural Systems. Where
required by Chapter 13, all portions or components of the
structure shall be anchored for the seismic force, Fp,
prescribed therein.

12.14.8 Simplified Lateral Force Analysis Procedure. An
equivalent lateral force analysis shall consist of the application
of equivalent static lateral forces to a linear mathematical model
of the structure. The lateral forces applied in each direction shall
sum to a total seismic base shear given by Section 12.14.8.1
and shall be distributed vertically in accordance with
Section 12.14.8.2. For purposes of analysis, the structure shall
be considered fixed at the base.

12.14.8.1 Seismic Base Shear. The seismic base shear, V , in a
given direction shall be determined in accordance with
Eq. (12.14-12):

V =
FSDS
R

W (12.14-12)
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where

SDS =
2
3
FaSs

where Fa is permitted to be taken as 1.0 for rock sites, 1.4 for soil
sites, or determined in accordance with Section 11.4.4. For the
purpose of this section, sites are permitted to be considered to be
rock if there is no more than 10 ft (3 m) of soil between the rock
surface and the bottom of spread footing or mat foundation. In
calculating SDS, Ss shall be in accordance with Section 11.4.4 but
need not be taken as larger than 1.5.

F = 1.0 for buildings that are one story above grade plane;
F = 1.1 for buildings that are two stories above grade plane;
F = 1.2 for buildings that are three stories above grade plane;
R = the response modification factor from Table 12.14-1;

and
W = effective seismic weight of the structure that includes the

dead load, as defined in Section 3.1, above grade plane
and other loads above grade plane as listed in the following
text:

1. In areas used for storage, a minimum of 25% of the
floor live load shall be included.
EXCEPTIONS:
a. Where the inclusion of storage loads adds no more

than 5% to the effective seismic weight at that
level, it need not be included in the effective
seismic weight.

b. Floor live load in public garages and open parking
structures need not be included.

2. Where provision for partitions is required by Section
4.3.2 in the floor load design, the actual partition
weight, or a minimum weight of 10 psf
(0.48 kN∕m2) of floor area, whichever is greater.

3. Total operating weight of permanent equipment.
4. Where the flat roof snow load, Pf , exceeds 30 psf

(1.44 kN∕m2), 20% of the uniform design snow load,
regardless of actual roof slope.

5. Weight of landscaping and other materials at roof
gardens and similar areas.

12.14.8.2 Vertical Distribution. The forces at each level shall
be calculated using the following equation:

Fx =
wx

W
V (12.14-13)

where wx = the portion of the effective seismic weight of the
structure, W , at level x.

12.14.8.3 Horizontal Shear Distribution. The seismic design
story shear in any story, Vx [kip (kN)], shall be determined from
the following equation:

Vx =
Xn
1= x

Fi (12.14-14)

where Fi = the portion of the seismic base shear, V [kip (kN)]
induced at level i.

12.14.8.3.1 Flexible Diaphragm Structures The seismic design
story shear in stories of structures with flexible diaphragms, as
defined in Section 12.14.5, shall be distributed to the vertical
elements of the seismic force-resisting system using tributary
area rules. Two-dimensional analysis is permitted where dia-
phragms are flexible.

12.14.8.3.2 Structures with Diaphragms That Are Not Flexible
For structures with diaphragms that are not flexible, as defined in
Section 12.14.5, the seismic design story shear, Vx [kip (kN)],
shall be distributed to the various vertical elements of the seismic
force-resisting system in the story under consideration based on
the relative lateral stiffnesses of the vertical elements and the
diaphragm.

12.14.8.3.2.1 Torsion. The design of structures with diaphragms
that are not flexible shall include the torsional moment,Mt [kip-ft
(kN-m)] resulting from eccentricity between the locations of
center of mass and the center of rigidity.

12.14.8.4 Overturning. The structure shall be designed to
resist overturning effects caused by the seismic forces
determined in Section 12.14.8.2. The foundations of structures
shall be designed for not less than 75% of the foundation
overturning design moment, Mf [kip-ft (kN-m)] at the
foundation–soil interface.

12.14.8.5 Drift Limits and Building Separation. Structural
drift need not be calculated. Where a drift value is needed for
use in material standards, to determine structural separations
between buildings or from property lines, for design of cladding,
or for other design requirements, it shall be taken as 1% of
structural height, hn, unless computed to be less. Each portion of
the structure shall be designed to act as an integral unit in
resisting seismic forces unless it is separated structurally by a
distance sufficient to avoid damaging contact under the total
deflection.

12.15 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

See Chapter 23 for the list of consensus standards and other
documents that shall be considered part of this standard to the
extent referenced in this chapter.
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CHAPTER 13

SEISMIC DESIGN REQUIREMENTS FOR NONSTRUCTURAL COMPONENTS

13.1 GENERAL

13.1.1 Scope. This chapter establishes minimum design criteria
for nonstructural components that are permanently attached to
structures and for their supports and attachments. Where the
weight of a nonstructural component is greater than or equal to
25% of the effective seismic weight, W , of the structure as
defined in Section 12.7.2, the component shall be classified as a
nonbuilding structure and shall be designed in accordance with
Section 15.3.2.

13.1.2 Seismic Design Category. For the purposes of this
chapter, nonstructural components shall be assigned to the
same Seismic Design Category as the structure that they
occupy or to which they are attached.

13.1.3 Component Importance Factor. All components shall
be assigned a component Importance Factor as indicated in this
section. The component Importance Factor, Ip, shall be taken as
1.5 if any of the following conditions apply:

1. The component is required to function for life-safety
purposes after an earthquake, including fire protection
sprinkler systems and egress stairways.

2. The component conveys, supports, or otherwise contains
toxic, highly toxic, or explosive substances where the
quantity of the material exceeds a threshold quantity
established by the Authority Having Jurisdiction and is
sufficient to pose a threat to the public if released.

3. The component is in or attached to a Risk Category IV
structure, and it is needed for continued operation of the
facility or its failure could impair the continued operation
of the facility.

4. The component conveys, supports, or otherwise contains
hazardous substances and is attached to a structure or
portion thereof classified by the Authority Having Juris-
diction as a hazardous occupancy.

All other components shall be assigned a component Impor-
tance Factor, Ip, equal to 1.0.

13.1.4 Exemptions. The following nonstructural components
are exempt from the requirements of this chapter:

1. Furniture except storage cabinets, as noted in Table 13.5-1;
2. Temporary or movable equipment;
3. Architectural components in Seismic Design Category B,

other than parapets, provided that the component Impor-
tance Factor, Ip, is equal to 1.0;

4. Mechanical and electrical components in Seismic Design
Category B;

5. Mechanical and electrical components in Seismic Design
Category C provided that either

a. The component Importance Factor, Ip, is equal to 1.0
and the component is positively attached to the struc-
ture; or

b. The component weighs 20 lb (89 N) or less or, in the
case of a distributed system, 5 lb=ft (73 N=m) or less.

6. Discrete mechanical and electrical components in Seismic
Design Categories D, E, or F that are positively attached to
the structure, provided that either
a. The component weighs 400 lb (1,779 N) or less, the

center of mass is located 4 ft (1.22 m) or less above the
adjacent floor level, flexible connections are provided
between the component and associated ductwork, pip-
ing, and conduit, and the component Importance Factor,
Ip, is equal to 1.0; or

b. The component weighs 20 lb (89 N) or less or, in the case
of a distributed system, 5 lb=ft (73 N=m) or less; and.

7. Distribution systems in Seismic Design Categories D, E, or
F included in the exceptions for conduit, cable tray, and
raceways in Section 13.6.5, duct systems in 13.6.6 and
piping and tubing systems in 13.6.7.3. Where in-line
components, such as valves, in-line suspended pumps, and
mixing boxes require independent support, they shall be
addressed as discrete components and shall be braced
considering the tributary contribution of the attached dis-
tribution system.

13.1.5 Premanufactured Modular Mechanical and Electrical
Systems. Premanufactured mechanical and electrical modules
6 ft (1.8 m) high and taller that are not otherwise prequalified in
accordance with Chapter 13 and that contain or support
mechanical and electrical components shall be designed in
accordance with the provisions for nonbuilding structures
similar to buildings in Chapter 15. Nonstructural components
contained or supported within modular systems shall be designed
in accordance with Chapter 13.

13.1.6 Application of Nonstructural Component Require-
ments to Nonbuilding Structures. Nonbuilding structures
(including storage racks and tanks) that are supported by other
structures shall be designed in accordance with Chapter 15.
Where Section 15.3 requires that seismic forces be determined
in accordance with Chapter 13 and values for Rp are not provided
in Table 13.5-1 or 13.6-1, Rp shall be taken as equal to the value
of R listed in Chapter 15. The value of ap shall be determined in
accordance with footnote a of Table 13.5-1 or 13.6-1.

13.1.7 Reference Documents. Where a reference document
provides a basis for the earthquake-resistant design of a
particular type of nonstructural component, that document is
permitted to be used, subject to the approval of the Authority
Having Jurisdiction and the following conditions:
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1. The design earthquake forces shall not be less than those
determined in accordance with Section 13.3.1.

2. Each nonstructural component’s seismic interactions with
all other connected components and with the supporting
structure shall be accounted for in the design. The compo-
nent shall accommodate drifts, deflections, and relative
displacements determined in accordance with the applica-
ble seismic requirements of this standard.

3. Nonstructural component anchorage requirements shall not
be less than those specified in Section 13.4.

13.1.8 Reference Documents Using Allowable Stress Design.
Where a reference document provides a basis for the earthquake-
resistant design of a particular type of component, and the same
reference document defines acceptance criteria in terms of
allowable stresses rather than strengths, that reference document
is permitted to be used. The allowable stress load combination shall
consider dead, live, operating, and earthquake loads in addition to
those in the reference document. The earthquake loads determined
in accordance with Section 13.3.1 shall be multiplied by a factor of
0.7. The allowable stress design load combinations of Section 2.4
need not be used. The component shall also accommodate the
relative displacements specified in Section 13.3.2.

13.2 GENERAL DESIGN REQUIREMENTS

13.2.1 Applicable Requirements for Architectural, Mechan-
ical, and Electrical Components, Supports, and Attachments.
Architectural, mechanical, and electrical components, supports, and
attachments shall comply with the sections referenced in
Table 13.2-1. These requirements shall be satisfied by one of
the following methods:

1. Project-specific design and documentation submitted for
approval to the Authority Having Jurisdiction after review
and acceptance by a registered design professional.

2. Submittal of the manufacturer’s certification that the compo-
nent is seismically qualified by at least one of the following:
a. Analysis, or
b. Testing in accordance with the alternative set forth in

Section 13.2.5, or
c. Experience data in accordance with the alternative set

forth in Section 13.2.6.

13.2.2 Special Certification Requirements for Designated
Seismic Systems. Certifications shall be provided for
designated seismic systems assigned to Seismic Design
Categories C through F as follows:

1. Active mechanical and electrical equipment that must remain
operable following the design earthquake ground motion
shall be certified by the manufacturer as operable whereby
active parts or energized components shall be certified

exclusively on the basis of approved shake table testing in
accordance with Section 13.2.5 or experience data in accor-
dance with Section 13.2.6 unless it can be shown that the
component is inherently rugged by comparison with similar
seismically qualified components. Evidence demonstrating
compliance with this requirement shall be submitted for
approval to the Authority Having Jurisdiction after review
and acceptance by a registered design professional.

2. Components with hazardous substances and assigned a
component Importance Factor, Ip, of 1.5 in accordance
with Section 13.1.3 shall be certified by the manufacturer
as maintaining containment following the design earth-
quake ground motion by (1) analysis, (2) approved shake
table testing in accordance with Section 13.2.5, or (3) ex-
perience data in accordance with Section 13.2.6. Evidence
demonstrating compliance with this requirement shall be
submitted for approval to the Authority Having Jurisdic-
tion after review and acceptance by a registered design
professional.

3. Certification of components through analysis shall be
limited to nonactive components and shall be based on
seismic demand considering Rp=Ip equal to 1.0.

13.2.3 Consequential Damage. The functional and physical
interrelationship of components, their supports, and their
effect on each other shall be considered so that the failure of
an essential or nonessential architectural, mechanical, or
electrical component shall not cause the failure of an essential
architectural, mechanical, or electrical component. Where not
otherwise established by analysis or test, required clearances for
sprinkler system drops and sprigs shall not be less than those
specified in Section 13.2.3.1.

13.2.3.1 Clearances between Equipment, Distribution Sys-
tems, Supports, and Sprinkler System Drops and Sprigs. The
installed clearance between any sprinkler drop or sprig and the
following items shall be at least 3 in. (75 mm) in all directions:

1. permanently attached equipment including their structural
supports and bracing; and

2. other distribution systems, including their structural sup-
ports and bracing.

EXCEPTION: Sprinklers installed using flexible sprinkler
hose need not meet the installed clearance requirement of this
section.

13.2.4 Flexibility. The design and evaluation of components,
their supports, and their attachments shall consider their
flexibility and their strength.

13.2.5 Testing Alternative for Seismic Capacity
Determination. As an alternative to the analytical requirements
of Sections 13.2 through 13.6, testing shall be deemed as an

Table 13.2-1 Applicable Requirements for Architectural, Mechanical, and Electrical Components: Supports and Attachments

Nonstructural Element (i.e., Component, Support, Attachment)

General Design
Requirements
(Section 13.2)

Force and
Displacement
Requirements
(Section 13.3)

Attachment
Requirements
(Section 13.4)

Architectural
Component

Requirements
(Section 13.5)

Mechanical and
Electrical

Component
Requirements
(Section 13.6)

Architectural components and supports and attachments for
architectural components

X X X X

Mechanical and electrical components X X X X
Supports and attachments for mechanical and electrical components X X X X
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acceptable method to determine the seismic capacity of components
and their supports and attachments. Seismic qualification by testing
based on a nationally recognized testing standard procedure, such as
ICC-ES AC 156, acceptable to the Authority Having Jurisdiction
shall be deemed to satisfy the design and evaluation requirements
provided that the substantiated seismic capacities equal or exceed
the seismic demands determined in accordance with Sections 13.3.1
and 13.3.2. For the testing alternative, the maximum seismic
demand determined in accordance with Eq. (13.3-2) is not
required to exceed 3.2IpWp.

13.2.6 Experience Data Alternative for Seismic Capacity
Determination. As an alternative to the analytical require-
ments of Sections 13.2 through 13.6, use of experience data
shall be deemed as an acceptable method to determine the
seismic capacity of components and their supports and
attachments. Seismic qualification by experience data based on
nationally recognized procedures acceptable to the Authority
Having Jurisdiction shall be deemed to satisfy the design and
evaluation requirements provided that the substantiated seismic
capacities equal or exceed the seismic demands determined in
accordance with Sections 13.3.1 and 13.3.2.

13.2.7 Construction Documents. Wheredesignofnonstructural
components or their supports and attachments is required by
Table 13.2-1, such design shall be shown in construction docu-
ments prepared by a registered design professional for use by the
owner, authorities having jurisdiction, contractors, and inspectors.

13.3 SEISMIC DEMANDS ON NONSTRUCTURAL
COMPONENTS

13.3.1 Seismic Design Force

13.3.1.1 Horizontal Force. The horizontal seismic design force
(Fp) shall be applied at the component’s center of gravity and
distributed relative to the component’s mass distribution and
shall be determined in accordance with Eq. (13.3-1):

Fp =
0.4apSDSWp�

Rp

Ip

�
�
1þ 2

z

h

�
(13.3-1)

Fp is not required to be taken as greater than

Fp = 1.6SDSIpWp (13.3-2)

and Fp shall not be taken as less than

Fp = 0.3SDSIpWp (13.3-3)

where

Fp = seismic design force;
SDS = spectral acceleration, short period, as determined from

Section 11.4.5;
ap = component amplification factor that varies from 1.00 to 2.50

(select appropriate value from Table 13.5-1 or 13.6-1);
Ip = component Importance Factor that varies from 1.00 to 1.50

(see Section 13.1.3);
Wp = component operating weight;
Rp = component response modification factor that varies from 1.00

to 12 (select appropriate value from Table 13.5-1 or 13.6-1);
z = height in structure of point of attachment of component with

respect to the base. For items at or below the base, z shall be
taken as 0. The value of z=h need not exceed 1.0; and

h = average roof height of structure with respect to the base.

The overstrength factor, Ω0, in Table 13.5-1 and Table 13.6-1, is
applicable only to anchorage of components to concrete and

masonry where required by Section 13.4.2 or the standards
referenced therein and shall be applied in accordance with
Section 12.4.3. The redundancy factor, ρ, is permitted to be
taken as equal to 1, and the overstrength factors in Table 12.2-1
need not apply. Fp shall be applied independently in at least two
orthogonal horizontal directions in combination with service or
operating loads associated with the component, as appropriate.
For vertically cantilevered systems, however, Fp shall be as-
sumed to act in any horizontal direction.

13.3.1.2 Vertical Force. The component shall be designed for a
concurrent vertical force �0.2SDSWp.

EXCEPTION: The concurrent vertical seismic force need not
be considered for lay-in access floor panels and lay-in ceiling
panels.

13.3.1.3 Nonseismic Loads. Where nonseismic loads on
nonstructural components exceed Fp, such loads shall govern
the strength design, but the detailing requirements and limitations
prescribed in this chapter shall apply.

13.3.1.4 Dynamic Analysis. In lieu of the forces determined in
accordance with Eq. (13.3-1), accelerations used to determine
design forces for nonstructural components are permitted to be
determined by one of the following dynamic analysis methods:

1. Linear dynamic analysis procedures of Section 12.9,
2. Nonlinear response history procedures of Chapters 16, 17,

and 18,
3. Floor response spectra using the procedures in Section

13.3.1.1 or 13.3.1.2. Where the alternate floor response
spectra approach of Section 13.3.1.2 is used, the proce-
dures and results shall be subject to an independent peer
review in accordance with Section 1.3.1.3.4.

Seismic forces shall be in accordance with Eq. (13.3-4):

Fp =
aiapWp�
Rp

Ip

� Ax (13.3-4)

Determination of the accelerations of the structure using these
methods shall be performed with R= 1.0. Seismic forces for the
linear dynamic analysis or seismic response history procedures
shall be calculated in accordance with Eq. (13.3-4), where ai is
the maximum acceleration at level i obtained from the modal
analysis and where Ax is the torsional amplification factor
determined by Eq. (12.8-14). Where seismic response history
analysis with at least seven ground motions are analyzed, ai shall
be taken as the average of the maximum accelerations. Where
fewer than seven motions are used, the maximum acceleration
value for each floor shall be based on the maximum value from
the ground motions analyzed. Upper and lower limits of Fp
determined by Eqs. (13.3-2) and (13.3-3) shall apply.

13.3.1.4.1 Floor Response Spectra. Floor accelerations at any
level are permitted to be determined by the calculation of floor
response spectra. The floor response spectrum shall be calculated
for the design earthquake at each floor level based on a seismic
response history analysis in accordance with Section 12.9 or in
accordance with the procedures in Chapters 16, 17, or 18. For
structures with damping systems designed in accordance with
Chapter 18, a response history analysis shall be performed at the
design earthquake level using the procedures in Section 18.3. The
floor response spectrum shall be calculated for each ground
motion record analyzed. The floor acceleration, ai, shall be the
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maximum acceleration value from the floor response spectra for
the component period, and the value of ap shall be taken as 1.0.

13.3.1.4.2 Alternate Floor Response Spectra. The periods of
vibration and mode shapes of the structure shall be calculated for
at least the first three modes in each orthogonal direction using
the modal linear dynamic analysis procedure in Section 12.9. The
modal participation factors for each of the first three modes shall
be calculated in each direction.
The component dynamic amplification factor, DAF , deter-

mined as a ratio of the component period, Tp, to the building
modal period, Tx, shall be determined based on Fig. 13.3-1.
For each of the first three modes in each direction,

the modal acceleration at each floor shall be calculated as a
function of the nonstructural component period based on
Eq. (13.3-5):

Aix = pixSaiDAF (13.3-5)

where Aix is the floor acceleration for mode x at level i, pix is the
modal participation factor for mode x at level i obtained from the
modal analysis, Sai is the spectral acceleration for mode x, and
DAF is the dynamic amplification factor as a function of the ratio
of component period to building period for mode x using
Fig. 13.3-1.
The floor response spectrum shall be taken as the maximum

floor acceleration at each building modal period for at least the
first three modes, but not less than the spectral acceleration at the
base of the building.
The design seismic horizontal force in each direction for a

nonstructural component shall be determined by Eq. (13.3-4)
with the product of aiap replaced by Aix, the acceleration from the
floor response spectrum for the period of vibration of the
nonstructural component at level i on which the nonstructural
component is anchored.

13.3.2 Seismic Relative Displacements. The effects of seismic
relative displacements shall be considered in combination with
displacements caused by other loads as appropriate. Seismic
relative displacements, DpI , shall be determined in accordance
with Eq. (13.3-6):

DpI =DpIe (13.3-6)

where

Ie = the Importance Factor in Section 11.5.1, and
Dp = displacement determined in accordance with the equations

set forth in Sections 13.3.2.1 and 13.3.2.2.

13.3.2.1 Displacements within Structures. For two connec-
tion points on the same structure A or the same structural system,

one at a height hx and the other at a height hy, Dp shall be
determined as

Dp =ΔxA − ΔyA (13.3-7)

Alternatively, Dp is permitted to be determined using linear
dynamic procedures described in Section 12.9. Dp is not required
to be taken as greater than

Dp =
ðhx − hyÞΔaA

hsx
(13.3-8)

13.3.2.2 Displacements between Structures. For two connec-
tion points on separate structures A and B or separate structural
systems, one at a height hx and the other at a height hy,Dp shall be
determined as

Dp = jδxAj þ jδyBj (13.3-9)

Dp is not required to be taken as greater than

Dp =
hxΔaA

hsx
þ hyΔaB

hsx
(13.3-10)

where

Dp = relative seismic displacement that the component must be
designed to accommodate;

δxA = deflection at building level x of structure A, determined in
accordance with Eq. (12.8-15);

δyA = deflection at building level y of structure A, determined in
accordance with Eq. (12.8-15);

δyB = deflection at building level y of structure B, determined
in accordance with Eq. (12.8-15);

hx = height of level x to which upper connection point is
attached;

hy = height of level y to which lower connection point is
attached;

ΔaA = allowable story drift for structure A as defined in
Table 12.12-1;

ΔaB = allowable story drift for structure B as defined in
Table 12.12-1; and

hsx = story height used in the definition of the allowable drift Δa
in Table 12.12-1. Note that Δa=hsx = the drift index.

The effects of seismic relative displacements shall be consid-
ered in combination with displacements caused by other loads as
appropriate.

13.3.3 Component Period. The fundamental period of the non-
structural component (including its supports and attachment to
the structure), Tp, shall be determined by the following equation
provided that the component, supports, and attachment can be
reasonably represented analytically by a simple spring and mass
single degree-of-freedom system:

Tp = 2π

ffiffiffiffiffiffiffiffi
Wp

Kpg

s
(13.3-11)

where

Tp = component fundamental period;
Wp = component operating weight;

FIGURE 13.3-1 Component Dynamic Amplification Factor
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g = gravitational acceleration; and
Kp = combined stiffness of the component, supports, and attach-

ments, determined in terms of load per unit deflection at the
center of gravity of the component.

Alternatively, the fundamental period of the component, Tp, in
seconds is permitted to be determined from experimental test data
or by a properly substantiated analysis.

13.4 NONSTRUCTURAL COMPONENT ANCHORAGE

Nonstructural components and their supports shall be attached
(or anchored) to the structure in accordance with the require-
ments of this section, and the attachment shall satisfy the
requirements for the parent material as set forth elsewhere in
this standard.

Except where permitted in Section 13.6.12, component attach-
ments shall be bolted, welded, or otherwise positively fastened
without consideration of frictional resistance produced by the
effects of gravity. A continuous load path of sufficient strength
and stiffness between the component and the supporting structure
shall be provided. Local elements of the structure, including
connections, shall be designed and constructed for the compo-
nent forces where they control the design of the elements or their
connections. The component forces shall be those determined in
Section 13.3.1. The design documents shall include sufficient
information relating to the attachments to verify compliance with
the requirements of this section.

13.4.1 Design Force in the Attachment. The force in the
attachment shall be determined based on the prescribed forces and
displacements for the component as determined in Sections 13.3.1
and 13.3.2, except that Rp shall not be taken as larger than 6.

13.4.2 Anchors in Concrete or Masonry

13.4.2.1 Anchors in Concrete. Anchors in concrete shall be
designed in accordance with Chapter 17 of ACI 318.

13.4.2.2 Anchors in Masonry. Anchors in masonry shall be
designed in accordance with TMS 402. Anchors shall be
designed to be governed by the tensile or shear strength of a
ductile steel element.

EXCEPTION: Anchors shall be permitted to be designed so
that either

1. the support or component that the anchor is connecting to
the structure undergoes ductile yielding at a load level
corresponding to anchor forces not greater than the design
strength of the anchors, or

2. the anchors shall be designed to resist the load combina-
tions in accordance with Section 12.4.3 including Ω0 as
given in Tables 13.5-1 and 13.6-1.

13.4.2.3 Post-Installed Anchors in Concrete and
Masonry. Post-installed anchors in concrete shall be
prequalified for seismic applications in accordance with ACI
355.2 or other approved qualification procedures. Post-installed
anchors in masonry shall be prequalified for seismic applications
in accordance with approved qualification procedures.

13.4.3 Installation Conditions. Determination of forces in
attachments shall take into account the expected conditions of
installation, including eccentricities and prying effects.

13.4.4 Multiple Attachments. Determination of force
distribution of multiple attachments at one location shall take
into account the stiffness and ductility of the component,

component supports, attachments, and structure and the ability
to redistribute loads to other attachments in the group. Designs of
anchorage in concrete in accordance with Chapter 17 of ACI 318
shall be considered to satisfy this requirement.

13.4.5 Power-Actuated Fasteners. Power-actuated fasteners in
concrete or steel shall not be used for sustained tension loads or for
brace applications in Seismic Design Categories D, E, or F unless
approved for seismic loading. Power-actuated fasteners in
masonry are not permitted unless approved for seismic loading.

EXCEPTIONS:

1. Power-actuated fasteners in concrete used for support
of acoustical tile or lay-in panel suspended ceiling
applications and distributed systems where the service load
on any individual fastener does not exceed 90 lb (400 N),
and

2. Power-actuated fasteners in steel where the service
load on any individual fastener does not exceed 250 lb
(1,112 N).

13.4.6 Friction Clips. Friction clips in Seismic Design
Categories D, E, or F shall not be used for supporting
permanent loads in addition to resisting seismic forces. C-type
beam and large flange clamps are permitted for hangers provided
that they are equipped with restraining straps equivalent to those
specified in NFPA 13, Section 9.3.7. Lock nuts or equivalent
shall be provided to prevent loosening of threaded connections.

13.5 ARCHITECTURAL COMPONENTS

13.5.1 General. Architectural components, and their supports
and attachments, shall satisfy the requirements of this section.
Appropriate coefficients shall be selected from Table 13.5-1.

EXCEPTION: Components supported by chains or otherwise
suspended from the structure are not required to satisfy the
seismic force and relative displacement requirements provided
that they meet all of the following criteria:

1. The design load for such items shall be equal to 1.4 times
the operating weight acting down with a simultaneous
horizontal load equal to 1.4 times the operating weight.
The horizontal load shall be applied in the direction that
results in the most critical loading for design.

2. Seismic interaction effects shall be considered in accor-
dance with Section 13.2.3.

3. The connection to the structure shall allow a 360-deg range
of motion in the horizontal plane.

13.5.2 Forces and Displacements. All architectural
components, and their supports and attachments, shall be
designed for the seismic forces defined in Section 13.3.1.

Architectural components that could pose a life-safety hazard
shall be designed to accommodate the seismic relative displace-
ment requirements of Section 13.3.2. Architectural components
shall be designed considering vertical deflection caused by joint
rotation of cantilever structural members.

13.5.3 Exterior Nonstructural Wall Elements and
Connections. Exterior nonstructural wall panels or elements
that are attached to or enclose the structure shall be designed
to accommodate the seismic relative displacements defined in
Section 13.3.2 and movements caused by temperature changes.
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Such elements shall be supported by means of positive and direct
structural supports or by mechanical connections and fasteners in
accordance with the following requirements:

1. Connections and panel joints shall allow for the story
drift caused by relative seismic displacements (DpI)

determined in Section 13.3.2, or 0.5 in. (13 mm), which-
ever is greater.

2. Connections accommodating story drift through sliding
mechanisms or bending of threaded steel rods shall satisfy
the following:
a. Threaded rods or bolts shall be fabricated of low-carbon

or stainless steel. Where cold-worked carbon steel
threaded rods are used, the rods as fabricated shall
meet or exceed the reduction of area, elongation, and
tensile strength requirements of ASTM F1554, Grade
36. Grade 55 rods shall also be permitted provided that
they meet the requirements of Supplement 1; and

b. Where threaded rods connecting the panel to the sup-
ports are used in connections using slotted or oversize
holes, the rods shall have length to diameter ratios of 4
or less, where the length is the clear distance between
the nuts or threaded plates. The slots or oversized holes
shall be proportioned to accommodate the full in-plane
design story drift in each direction, the nuts shall be
installed finger-tight, and a positive means to prevent
the nut from backing off shall be used; and

c. Connections that accommodate story drift by bending
of threaded rods shall satisfy Eq. (13.5-1):

ðL=dÞ=DpI ≥ 6.0½1=in:� (13.5-1)

ðL=dÞ=DpI ≥ 0.24½1=mm� (13.5-1.si)

where:

L = clear length of rod between nuts or threaded
plates [in. (mm)];

d = rod diameter [in. (mm)]; and
DpI = relative seismic displacement that the connection

must be designed to accommodate [in. (mm)].

3. The connecting member itself shall have sufficient ductility
and rotation capacity to preclude fracture of the concrete or
brittle failures at or near welds.

4. All fasteners in the connecting system such as bolts, inserts,
welds, and dowels, and the body of the connectors shall be
designed for the force (Fp) determined by Section 13.3.1
with values of Rp, ap, and Ω0 taken from Table 13.5-1
applied at the center of mass of the panel. The connecting
system shall include both the connections between the wall
panels or elements and the structure and the interconnec-
tions between wall panels or elements.

5. Where anchorage is achieved using flat straps embedded in
concrete or masonry, such straps shall be attached to or
hooked around reinforcing steel or otherwise terminated so
as to effectively transfer forces to the reinforcing steel or to
ensure that pullout of anchorage is not the initial failure
mechanism.

13.5.4 Glass. Glass in glazed curtain walls and storefronts shall
be designed and installed to accommodate without breakage or
dislodgement the relative displacement requirement of
Section 13.5.9.
Where glass is secured to the window system framing by

means of structural sealant glazing, the requirements contained in
the reference standards listed in Table 13.5-2 shall also apply.

13.5.5 Out-of-Plane Bending. Transverse or out-of-plane
bending or deformation of a component or system that is
subjected to forces as determined in Section 13.5.2 shall

Table 13.5-1 Coefficients for Architectural Components

Architectural Component ap
a Rp Ω0

b

Interior nonstructural walls and partitionsc

Plain (unreinforced) masonry walls 1 1½ 1½
All other walls and partitions 1 2½ 2

Cantilever elements (unbraced or braced to structural
frame below its center of mass)
Parapets and cantilever interior nonstructural walls 2½ 2½ 2
Chimneys where laterally braced or supported by
the structural frame

2½ 2½ 2

Cantilever elements (braced to structural frame above
its center of mass)
Parapets 1 2½ 2
Chimneys 1 2½ 2
Exterior nonstructural wallsc 1b 2½ 2

Exterior nonstructural wall elements and
connectionsb

Wall element 1 2½ NA
Body of wall panel connections 1 2½ NA
Fasteners of the connecting system 1¼ 1 1

Veneer
Limited deformability elements and attachments 1 2½ 2
Low-deformability elements and attachments 1 1½ 2

Penthouses (except where framed by an extension of
the building frame)

2½ 3½ 2

Ceilings
All 1 2½ 2

Cabinets
Permanent floor-supported storage cabinets more
than 6 ft (1,829 mm) tall, including contents

1 2½ 2

Permanent floor-supported library shelving, book
stacks, and bookshelves more than 6 ft (1,829 mm)
tall, including contents

1 2½ 2

Laboratory equipment 1 2½ 2
Access floors
Special access floors (designed in accordance with
Section 13.5.7.2)

1 2½ 2

All other 1 1½ 1½
Appendages and ornamentations 2½ 2½ 2
Signs and Billboards 2½ 3 2
Other rigid components
High-deformability elements and attachments 1 3½ 2
Limited-deformability elements and attachments 1 2½ 2
Low-deformability materials and attachments 1 1½ 1½

Other flexible components
High-deformability elements and attachments 2½ 3½ 2½
Limited-deformability elements and attachments 2½ 2½ 2½
Low-deformability materials and attachments 2½ 1½ 1½

Egress stairways not part of the building seismic
force-resisting system

1 2½ 2

Egress stairs and ramp fasteners and attachments 2½ 2½ 2½

aA lower value for ap shall not be used unless justified by detailed dynamic
analysis. The value for ap shall not be less than 1. The value of ap = 1 is for
rigid components and rigidly attached components. The value of ap = 2½ is
for flexible components and flexibly attached components.
bOverstrength where required for nonductile anchorage to concrete and
masonry. See Section 12.4.3 for seismic load effects including overstrength.
cWhere flexible diaphragms provide lateral support for concrete or masonry
walls and partitions, the design forces for anchorage to the diaphragm shall be
as specified in Section 12.11.2.

126 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



not exceed the deflection capability of the component or
system.

13.5.6 Suspended Ceilings. Suspended ceilings shall be in
accordance with this section.

EXCEPTIONS:

1. Suspended ceilings with areas less than or equal to 144 ft2

(13.4 m2) that are surrounded by walls or soffits that are
laterally braced to the structure above are exempt from the
requirements of this section.

2. Suspended ceilings constructed of screw- or nail-attached
gypsum board on one level that are surrounded by and
connected to walls or soffits that are laterally braced to the
structure above are exempt from the requirements of this
section.

13.5.6.1 Seismic Forces. The weight of the ceiling, Wp, shall
include the ceiling grid; ceiling tiles or panels; light fixtures if
attached to, clipped to, or laterally supported by the ceiling grid;
and other components that are laterally supported by the ceiling.
Wp shall be taken as not less than 4 psf (192 N=m2).

The seismic force, Fp, shall be transmitted through the ceiling
attachments to the building structural elements or the ceiling–
structure boundary.

13.5.6.2 Industry Standard Construction for Acoustical Tile
or Lay-In Panel Ceilings. Unless designed in accordance
with Section 13.5.6.3, or seismically qualified in accordance
with Section 13.2.5 or 13.2.6, acoustical tile or lay-in panel
ceilings shall be designed and constructed in accordance with this
section.

13.5.6.2.1 Seismic Design Category C. Acoustical tile or lay-in
panel ceilings in structures assigned to Seismic Design Category
C shall be designed and installed in accordance with ASTM
C635, ASTM C636, and ASTM E580, Section 4—Seismic
Design Category C.

13.5.6.2.2 Seismic Design Categories D through F. Acoustical
tile or lay-in panel ceilings in structures assigned to Seismic Design
Categories D, E, and F shall be designed and installed in accordance
with ASTM C635, ASTM C636, and ASTM E580, Section 5—
Seismic Design Categories D, E, and F as modified by this section.

Acoustical tile or lay-in panel ceilings shall also comply with
the following:

a. The width of the perimeter supporting closure angle or
channel shall be not less than 2.0 in. (50 mm) unless
qualified perimeter supporting clips are used. Closure angles

or channels shall be screwed or otherwise positively attached
to wall studs or other supporting structures. Perimeter
supporting clips shall be qualified in accordance with ap-
proved test criteria per Section 13.2.5. Perimeter supporting
clips shall be attached to the supporting closure angle or
channel with a minimum of two screws per clip and shall be
installed around the entire ceiling perimeter. In each orthog-
onal horizontal direction, one end of the ceiling grid shall be
attached to the closure angle, channel, or perimeter support-
ing clip. The other end of the ceiling grid in each horizontal
direction shall have a minimum 0.75-in. (19-mm) clearance
from the wall and shall rest upon and be free to slide on a
closure angle, channel, or perimeter supporting clip.

b. For ceiling areas exceeding 2,500 ft2 (232 m2), a
seismic separation joint or full-height partition that breaks
the ceiling up into areas not exceeding 2,500 ft2 (232 m2),
each with a ratio of the long to short dimension less than or
equal to 4, shall be provided unless structural analyses are
performed of the ceiling bracing system for the prescribed
seismic forces which demonstrate that ceiling penetrations
and closure angles or channels provide sufficient clearance to
accommodate the anticipated lateral displacement. Each area
shall be provided with closure angles or channels in accor-
dance with Section 13.5.6.2.2.a and horizontal restraints or
bracing.

13.5.6.3 Integral Construction. As an alternate to providing
large clearances around sprinkler system penetrations through
ceilings, the sprinkler system and ceiling grid are permitted to be
designed and tied together as an integral unit. Such a design shall
consider the mass and flexibility of all elements involved,
including the ceiling, sprinkler system, light fixtures, and
mechanical (HVACR) appurtenances. Such design shall be
performed by a registered design professional.

13.5.7 Access Floors

13.5.7.1 General. The weight of the access floor, Wp, shall
include the weight of the floor system, 100% of the weight of all
equipment fastened to the floor, and 25% of the weight of all
equipment supported by but not fastened to the floor. The seismic
force, Fp, shall be transmitted from the top surface of the access
floor to the supporting structure.

Overturning effects of equipment fastened to the access floor
panels also shall be considered. The ability of “slip on” heads for
pedestals shall be evaluated for suitability to transfer overturning
effects of equipment.

Where checking individual pedestals for overturning effects,
the maximum concurrent axial load shall not exceed the portion
of Wp assigned to the pedestal under consideration.

13.5.7.2 Special Access Floors. Access floors shall be
considered to be “special access floors” if they are designed
to comply with the following considerations:

1. Connections transmitting seismic loads consist of mechan-
ical fasteners, anchors satisfying the requirements of Chap-
ter 17 of ACI 318, welding, or bearing. Design load
capacities comply with recognized design codes and/or
certified test results.

2. Seismic loads are not transmitted by friction, power-actu-
ated fasteners, adhesives, or by friction produced solely by
the effects of gravity.

3. The design analysis of the bracing system includes the
destabilizing effects of individual members buckling in
compression.

Table 13.5-2 Reference Standards for Structural Sealant Glazing

ASTM

C1087-00 Test Method for Determining Compatibility of Liquid-Applied
Sealants with Accessories Used in Structural Glazing Systems

C1135-00 Test Method for Determining Tensile Adhesion Properties of
Structural Sealants

C1184-14 Specification for Structural Silicone Sealants
C1265-94 Test Method for Determining the Tensile Properties of an
Insulating Glass Edge Seal for Structural Glazing Applications

C1294-07 Test Method for Compatibility of Insulating Glass Edge Sealants
with Liquid-Applied Glazing Materials

C1369-07 Specification for Secondary Edge Sealants for Structurally Glazed
Insulating Glass Units
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4. Bracing and pedestals are of structural or mechanical
shapes produced to ASTM specifications that specify
minimum mechanical properties. Electrical tubing shall
not be used.

5. Floor stringers that are designed to carry axial seismic loads
and that are mechanically fastened to the supporting ped-
estals are used.

13.5.8 Partitions

13.5.8.1 General. Partitions that are tied to the ceiling and all
partitions greater than 6 ft (1.8 m) high shall be laterally braced to
the building structure. Such bracing shall be independent of any
ceiling lateral force bracing. Bracing shall be spaced to limit
horizontal deflection at the partition head to be compatible with
ceiling deflection requirements as determined in Section 13.5.6
for suspended ceilings and elsewhere in this section for other
systems.

EXCEPTION: Partitions that meet all of the following
conditions:

1. The partition height does not exceed 9 ft (2,740 mm).
2. The linear weight of the partition does not exceed the

product of 10 lb (0.479 kN) times the height [ft (m)] of the
partition.

3. The partition horizontal seismic load does not exceed 5 psf
(0.24 kN=m2).

13.5.8.2 Glass. Glass in glazed partitions shall be designed and
installed in accordance with Section 13.5.9.

13.5.9 Glass in Glazed Curtain Walls, Glazed Storefronts,
and Glazed Partitions

13.5.9.1 General. Glass in glazed curtain walls, glazed
storefronts, and glazed partitions shall meet the relative
displacement requirement of Eq. (13.5-2):

Δfallout ≥ 1.25DpI (13.5-2)

or 0.5 in. (13 mm), whichever is greater, where:

Δfallout = the relative seismic displacement (drift) at which glass
fallout from the curtain wall, storefront wall, or partition
occurs (Section 13.5.9.2);

DpI = the relative seismic displacement that the component
must be designed to accommodate (Section 13.3.2) (DpI
shall be applied over the height of the glass component
under consideration); and

Ie = the Importance Factor determined in accordance with
Section 11.5.1.

EXCEPTIONS:

1. Glass with sufficient clearances from its frame such that
physical contact between the glass and frame does not
occur at the design drift, as demonstrated by Eq. (13.5-3),
need not comply with this requirement:

Dclear ≥ 1.25DpI (13.5-3)

where Dclear = relative horizontal (drift) displacement,
measured over the height of the glass panel under consid-
eration, which causes initial glass-to-frame contact. For
rectangular glass panels within a rectangular wall frame,

Dclear = 2c1

�
1þ hpc2

bpc1

�

where

hp = the height of the rectangular glass panel;
bp = the width of the rectangular glass panel;
c1 = the average of the clearances (gaps) on both sides

between the vertical glass edges and the frame; and
c2 = the average of the clearances (gaps) at the top and

bottom between the horizontal glass edges and the
frame.

2. Fully tempered monolithic glass in Risk Categories I, II,
and III located no more than 10 ft (3 m) above a walking
surface need not comply with this requirement.

3. Annealed or heat-strengthened laminated glass in single
thickness with interlayer no less than 0.030 in. (0.76 mm)
that is captured mechanically in a wall system glazing
pocket, and whose perimeter is secured to the frame by a
wet-glazed, gunable, curing elastomeric sealant perimeter
bead of 0.5 in. (13 mm) minimum glass contact width, or
other approved anchorage system need not comply with
this requirement.

13.5.9.2 Seismic Drift Limits for Glass Components. Δfallout,
the drift causing glass fallout from the curtain wall, storefront, or
partition, shall be determined in accordance with AAMA 501.6
or by engineering analysis.

13.5.10 Egress Stairs and Ramps. Egress stairs and ramps not
part of the seismic force-resisting system of the structure to which
they are attached shall be detailed to accommodate the seismic
relative displacements, DpI , defined in Section 13.3.2 including
diaphragm deformation. The net relative displacement shall be
assumed to occur in any horizontal direction. Such elements shall
be supported by means of positive and direct structural supports
or by mechanical connections and fasteners in accordance with
the following requirements:

a. Sliding connections with slotted or oversize holes, sliding
bearing supports with keeper assemblies or end stops, and
connections that permit movement by deformation of metal
attachments, shall accommodate a displacement DpI , but
not less than 0.5 in. (13 mm), without loss of vertical
support or inducement of displacement-related compres-
sion forces in the stair.

b. Sliding bearing supports without keeper assemblies or end
stops shall be designed to accommodate a displacement
1.5DpI , but not less than 1.0 in. (25 mm) without loss of
vertical support. Breakaway restraints are permitted if their
failure does not lead to loss of vertical support.

c. Metal supports shall be designed with rotation capacity to
accommodate seismic relative displacements as defined in
item b. The strength of such metal supports shall not be
limited by bolt shear, weld fracture, or other brittle modes.

d. All fasteners and attachments such as bolts, inserts, welds,
dowels, and anchors shall be designed for the seismic
design forces determined in accordance with Section 13.3.1
with Rp, ap, and Ω0 as given in Table 13.5-1.

EXCEPTION: If sliding or ductile connections are not
provided to accommodate seismic relative displacements, the
stiffness and strength of the stair or ramp structure shall be
included in the building structural model of Section 12.7.3, and
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the stair shall be designed with Ω0 corresponding to the seismic
force-resisting system but not less than 2 − 1=2.

13.6 MECHANICAL AND ELECTRICAL
COMPONENTS

13.6.1 General. Mechanical and electrical components and
their supports shall satisfy the requirements of this section.
The attachment of mechanical and electrical components and
their supports to the structure shall meet the requirements of
Section 13.4. Appropriate coefficients shall be selected from
Table 13.6-1.

EXCEPTION: Light fixtures, lighted signs, and ceiling fans
not connected to ducts or piping, which are supported by chains
or otherwise suspended from the structure, are not required to
satisfy the seismic force and relative displacement requirements
provided that they meet all of the following criteria:

1. The design load for such items shall be equal to 1.4 times
the operating weight acting down with a simultaneous
horizontal load equal to 1.4 times the operating weight.
The horizontal load shall be applied in the direction that
results in the most critical loading for the design.

2. Seismic interaction effects shall be considered in accor-
dance with Section 13.2.3.

Table 13.6-1 Seismic Coefficients for Mechanical and Electrical Components

Components ap
a Rp

b
Ω0

c

MECHANICAL AND ELECTRICAL COMPONENTS
Air-side HVACR, fans, air handlers, air conditioning units, cabinet heaters, air distribution boxes, and other mechanical components
constructed of sheet metal framing

2½ 6 2

Wet-side HVACR, boilers, furnaces, atmospheric tanks and bins, chillers, water heaters, heat exchangers, evaporators, air
separators, manufacturing or process equipment, and other mechanical components constructed of high-deformability materials

1 2½ 2

Air coolers (fin fans), air-cooled heat exchangers, condensing units, dry coolers, remote radiators and other mechanical
components elevated on integral structural steel or sheet metal supports

2½ 3 1½

Engines, turbines, pumps, compressors, and pressure vessels not supported on skirts and not within the scope of Chapter 15 1 2½ 2
Skirt-supported pressure vessels not within the scope of Chapter 15 2½ 2½ 2
Elevator and escalator components 1 2½ 2
Generators, batteries, inverters, motors, transformers, and other electrical components constructed of high-deformability materials 1 2½ 2
Motor control centers, panel boards, switch gear, instrumentation cabinets, and other components constructed of sheet metal framing 2½ 6 2
Communication equipment, computers, instrumentation, and controls 1 2½ 2
Roof-mounted stacks, cooling and electrical towers laterally braced below their center of mass 2½ 3 2
Roof-mounted stacks, cooling and electrical towers laterally braced above their center of mass 1 2½ 2
Lighting fixtures 1 1½ 2
Other mechanical or electrical components 1 1½ 2
VIBRATION-ISOLATED COMPONENTS AND SYSTEMSb

Components and systems isolated using neoprene elements and neoprene isolated floors with built-in or separate elastomeric snubbing
devices or resilient perimeter stops

2½ 2½ 2

Spring-isolated components and systems and vibration-isolated floors closely restrained using built-in or separate elastomeric
snubbing devices or resilient perimeter stops

2½ 2 2

Internally isolated components and systems 2½ 2 2
Suspended vibration-isolated equipment including in-line duct devices and suspended internally isolated components 2½ 2½ 2
DISTRIBUTION SYSTEMS
Piping in accordance with ASMEB31 (2001, 2002, 2008, and 2010), including in-line components with joints made by welding or
brazing

2½ 12 2

Piping in accordance with ASME B31, including in-line components, constructed of high- or limited-deformability materials, with
joints made by threading, bonding, compression couplings, or grooved couplings

2½ 6 2

Piping and tubing not in accordance with ASME B31, including in-line components, constructed of high-deformability materials,
with joints made by welding or brazing

2½ 9 2

Piping and tubing not in accordance with ASME B31, including in-line components, constructed of high- or limited-deformability
materials, with joints made by threading, bonding, compression couplings, or grooved couplings

2½ 4½ 2

Piping and tubing constructed of low-deformability materials, such as cast iron, glass, and nonductile plastics 2½ 3 2
Ductwork, including in-line components, constructed of high-deformability materials, with joints made by welding or brazing 2½ 9 2
Ductwork, including in-line components, constructed of high- or limited-deformability materials with joints made by means other
than welding or brazing

2½ 6 2

Ductwork, including in-line components, constructed of low-deformability materials, such as cast iron, glass, and nonductile
plastics

2½ 3 2

Electrical conduit and cable trays 2½ 6 2
Bus ducts 1 2½ 2
Plumbing 1 2½ 2
Pneumatic tube transport systems 2½ 6 2

aA lower value for ap is permitted where justified by detailed dynamic analyses. The value for ap shall not be less than 1. The value of ap equal to 1 is for rigid
components and rigidly attached components. The value of ap equal to 2½ is for flexible components and flexibly attached components.
bComponents mounted on vibration isolators shall have a bumper restraint or snubber in each horizontal direction. The design force shall be taken as 2Fp if the
nominal clearance (air gap) between the equipment support frame and restraint is greater than 0.25 in. (6 mm). If the nominal clearance specified on the
construction documents is not greater than 0.25 in. (6 mm), the design force is permitted to be taken as Fp.cOverstrength as required for anchorage to concrete and masonry. See Section 12.4.3 for seismic load effects including overstrength.
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3. The connection to the structure shall allow a 360-deg range
of motion in the horizontal plane.

Where design of mechanical and electrical components for
seismic effects is required, consideration shall be given to the
dynamic effects of the components, their contents, and where
appropriate, their supports and attachments. In such cases, the
interaction between the components and the supporting struc-
tures, including other mechanical and electrical components,
shall also be considered.

13.6.2 Mechanical Components. HVACR ductwork shall
meet the requirements of Section 13.6.6. Piping systems shall
meet the requirements of Section 13.6.7. Boilers and vessels shall
meet the requirements of Section 13.6.10. Elevators shall meet
the requirements of Section 13.6.11. All other mechanical
components shall meet the requirements of Section 13.6.13.
Mechanical components with Ip greater than 1.0 shall be
designed for the seismic forces and relative displacements
defined in Sections 13.3.1 and 13.3.2 and shall satisfy the
following additional requirements:

1. Provision shall be made to eliminate seismic impact for
components vulnerable to impact, for components con-
structed of nonductile materials, and in cases where mate-
rial ductility will be reduced because of service conditions
(e.g., low-temperature applications).

2. The possibility of loads imposed on components by
attached utility or service lines, caused by differential
movement of support points on separate structures, shall
be evaluated.

3. Where piping or HVACR ductwork components are at-
tached to structures that could displace relative to one
another and for isolated structures where such components
cross the isolation interface, the components shall be
designed to accommodate the seismic relative displace-
ments defined in Section 13.3.2.

13.6.2.1 HVACR Equipment. HVACR equipment that has
been qualified in accordance with the requirements of
Chapters 1 through 10 of ANSI/AHRI Standard 1270 (I-P) or
ANSI/AHRI Standard 1271 (SI) shall be deemed to meet the
seismic qualification requirements of Section 13.2.2, provided all
of the following requirements are met:

a. Active and/or energized components shall be seismically
certified exclusively through shake table testing or experi-
ence data; and

b. Seismic demand considered in the certification of non-
active components through analysis shall be based on
Rp=Ip equal to 1.0; and

c. Capacity of non-active components used in seismic certifi-
cation by analysis shall be based on the provisions of ASCE
7; and

d. Rugged components shall conform to the definition in
Chapter 11.

13.6.3 Electrical Components. Conduit, cable tray and
raceways shall meet the requirements of Section 13.6.5. Utility
and service lines shall meet the requirements of Section 13.6.9.
Other electrical components shall meet the requirements of
Section 13.6.13. All electrical components with Ip greater than
1.0 shall be designed for the seismic forces and relative
displacements defined in Sections 13.3.1 and 13.3.2 and shall
satisfy the following additional requirements:

1. Provision shall be made to eliminate seismic impact be-
tween components.

2. Loads imposed on the components by attached utility or
service lines that are attached to separate structures shall be
evaluated.

3. Batteries on racks shall have wraparound restraints to
ensure that the batteries do not fall from the racks. Spacers
shall be used between restraints and cells to prevent
damage to cases. Racks shall be evaluated for sufficient
lateral load capacity.

4. Internal coils of dry type transformers shall be positively
attached to their supporting substructure within the trans-
former enclosure.

5. Electrical control panels, computer equipment, and other
items with slide-out components shall have a latching
mechanism to hold the components in place.

6. Electrical cabinet design shall comply with the applicable
National Electrical Manufacturers Association (NEMA) stan-
dards. Cutouts in the lower shear panel that have
not been made by the manufacturer and reduce significantly
the strength of the cabinet shall be specifically evaluated.

7. The attachments for additional external items weighing
more than 100 lb (445 N) shall be specifically evaluated if
not provided by the manufacturer.

8. Where conduit, cable trays, or similar electrical distribution
components are attached to structures that could displace
relative to one another and for isolated structures where
such components cross the isolation interface, the compo-
nents shall be designed to accommodate the seismic rela-
tive displacements defined in Section 13.3.2.

13.6.4 Component Supports. Mechanical and electrical
component supports (including those with Ip = 1.0) and the
means by which they are attached to the component shall be
designed for the forces and displacements determined in
Sections 13.3.1 and 13.3.2. Such supports include structural
members, braces, frames, skirts, legs, saddles, pedestals,
cables, guys, stays, snubbers, tethers, and elements forged or
cast as a part of the mechanical or electrical component.

13.6.4.1 Design Basis. If standard supports, for example,
ASME B31, NFPA 13, or MSS SP-58, or proprietary
supports are used, they shall be designed by either load rating
(i.e., testing) or for the calculated seismic forces. In addition, the
stiffness of the support, where appropriate, shall be designed
such that the seismic load path for the component performs its
intended function.

13.6.4.2 Design for Relative Displacement. Component
supports shall be designed to accommodate the seismic
relative displacements between points of support determined
in accordance with Section 13.3.2.

13.6.4.3 Support Attachment to Component. The means by
which supports are attached to the component, except where
integral (i.e., cast or forged), shall be designed to accommodate
both the forces and displacements determined in accordance with
Sections 13.3.1 and 13.3.2. If the value of Ip = 1.5 for the
component, the local region of the support attachment point to
the component shall be evaluated for the effect of the load
transfer on the component wall.

13.6.4.4 Material Detailing Requirements. The materials
comprising supports and the means of attachment to the
component shall be constructed of materials suitable for the
application, including the effects of service conditions, for
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example, low-temperature applications. Materials shall be in
conformance with a nationally recognized standard.

13.6.4.5 Additional Requirements. The following additional
requirements shall apply to mechanical and electrical component
supports:

1. Seismic supports shall be constructed so that support
engagement is maintained.

2. Reinforcement (e.g., stiffeners or Belleville washers) shall be
provided at bolted connections through sheet metal equip-
ment housings as required to transfer the equipment seismic
loads specified in this section from the equipment to the
structure. Where equipment has been certified per Sec-
tion 13.2.2, 13.2.5, or 13.2.6, anchor bolts or other fasteners
and associated hardware as included in the certification shall
be installed in conformance with the manufacturer’s instruc-
tions. For those cases where no certification exists or where
instructions for such reinforcement are not provided, rein-
forcement methods shall be as specified by a registered design
professional or as approved by the Authority Having
Jurisdiction.

3. Where weak-axis bending of cold-formed steel supports is
relied on for the seismic load path, such supports shall be
specifically evaluated.

4. Components mounted on vibration isolators shall have a
bumper restraint or snubber in each horizontal direction,
and vertical restraints shall be provided where required to
resist overturning. Isolator housings and restraints shall be
constructed of ductile materials. (See additional design
force requirements in footnote b to Table 13.6-1.) A
viscoelastic pad or similar material of appropriate thickness
shall be used between the bumper and components to limit
the impact load.

13.6.5 Distribution Systems: Conduit, Cable Tray, and
Raceways. Cable trays and raceways shall be designed for
seismic forces and seismic relative displacements as required
in Section 13.3. Conduit greater than 2.5 in. (64 mm) trade size
and attached to panels, cabinets, or other equipment subject to
seismic relative displacement, DpI , shall be provided with
flexible connections or designed for seismic forces and
seismic relative displacements as required in Section 13.3.

EXCEPTIONS:

1. Design for the seismic forces and relative displacements of
Section 13.3 shall not be required for raceways with Ip = 1.0
where flexible connections or other assemblies are provided
between the cable tray or raceway and associated compo-
nents to accommodate the relative displacement, where the
cable tray or raceway is positively attached to the structure,
and where one of the following apply:
a. Trapeze assemblies are used with 3=8-in: (10-mm)

diameter rod hangers not exceeding 12 in. (305 mm)
in length from the conduit, cable tray, or raceway
support point to the connection at the supporting struc-
ture to support raceways, and the total weight supported
by any single trapeze is 100 lb (445 N) or less, or

b. Trapeze assemblies with 1=2-in: (13-mm) diameter rod
hangers not exceeding 12 in. (305 mm) in length from the
conduit, cable tray, or raceway support point to the
connection at the supporting structure are used to support
the cable tray or raceway, and the total weight supported
by any single trapeze is 200 lb (890 N) or less, or

c. Trapeze assemblies with 1=2-in: (13-mm) diameter rod
hangers not exceeding 24 in. (610 mm) in length from
the conduit, cable tray, or raceway support point to the
connection at the supporting structure are used to support
the cable tray or raceway, and the total weight supported
by any single trapeze is 100 lb (445 N) or less, or

d. The conduit, cable tray, or raceway is supported by
individual rod hangers 3=8 in: (10 mm) or 1=2 in:
(13 mm) in diameter, and each hanger in the raceway
run is 12 in. (305 mm) or less in length from the
conduit, cable tray, or raceway support point connec-
tion to the supporting structure, and the total weight
supported by any single rod is 50 lb (220 N) or less.

2. Design for the seismic forces and relative displacements of
Section 13.3 shall not be required for conduit, regardless of
the value of Ip, where the conduit is less than 2.5 in.
(64 mm) trade size.

Design for the displacements across seismic joints shall be
required for conduit, cable trays, and raceways with Ip = 1.5
without consideration of conduit size.

13.6.6 Distribution Systems: Duct Systems. HVACR and
other duct systems shall be designed for seismic forces and
seismic relative displacements as required in Section 13.3.

EXCEPTIONS: The following exceptions pertain to duct-
work not designed to carry toxic, highly toxic, or flammable
gases or not used for smoke control:

1. Design for the seismic forces and relative displacements of
Section 13.3 shall not be required for duct systems with
Ip = 1.0 where flexible connections or other assemblies are
provided to accommodate the relative displacement be-
tween the duct system and associated components, the duct
system is positively attached to the structure, and where
one of the following apply:
a. Trapeze assemblies with 3=8-in: (10-mm) diameter rod

hangers not exceeding 12 in. (305 mm) in length from
the duct support point to the connection at the support-
ing structure are used to support duct, and the total
weight supported by any single trapeze is less than
10 lb=ft (146 N=m); or

b. Trapeze assemblies with 1=2-in: (13-mm) diameter rod
hangers not exceeding 12 in. (305 mm) in length from
the duct support point to the connection at the support-
ing structure are used to support the duct, and the total
weight supported by any single trapeze is 200 lb
(890 N) or less, or

c. Trapeze assemblies with 1=2-in: (13-mm) diameter rod
hangers not exceeding 24 in. (610 mm) in length from
the duct support point to the connection at the support-
ing structure are used to support the duct, and the total
weight supported by any single trapeze is 100 lb
(445 N) or less, or

d. The duct is supported by individual rod hangers 3=8 in:
(10 mm) or 1=2 in: (13 mm) in diameter, and each
hanger in the duct run is 12 in. (305 mm) or less in
length from the duct support point to the connection at
the supporting structure, and the total weight supported
by any single rod is 50 lb (220 N) or less.

2. Design for the seismic forces and relative displacements of
Section 13.3 shall not be required where provisions are made
to avoid impact with other ducts or mechanical components
or to protect the ducts in the event of such impact, the
distribution system is positively attached to the structure;
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and HVACR ducts have a cross-sectional area of less than
6 ft2 (0.557 m2) and weigh 20 lb=ft (292 N=m) or less.

Components that are installed in line with the duct system and
have an operating weight greater than 75 lb (334 N), such as fans,
terminal units, heat exchangers, and humidifiers, shall be sup-
ported and laterally braced independent of the duct system, and
such braces shall meet the force requirements of Section 13.3.1.
Components that are installed in line with the duct system, have
an operating weight of 75 lb (334 N) or less, such as small
terminal units, dampers, louvers, and diffusers, and are otherwise
not independently braced shall be positively attached with
mechanical fasteners to the rigid duct on both sides. Piping and
conduit attached to in-line equipment shall be provided with
adequate flexibility to accommodate the seismic relative displa-
cements of Section 13.3.2.

13.6.7 Distribution Systems: Piping and Tubing
Systems. Unless otherwise noted in this section, piping and
tubing systems shall be designed for the seismic forces and
seismic relative displacements of Section 13.3. ASME pressure
piping systems shall satisfy the requirements of Section 13.6.7.1.
Fire protection sprinkler piping shall satisfy the requirements of
Section 13.6.7.2. Elevator system piping shall satisfy the
requirements of Section 13.6.11.
Where other applicable material standards or recognized

design bases are not used, piping design including consideration
of service loads shall be based on the following allowable
stresses:

a. for piping constructed with ductile materials (e.g., steel,
aluminum, or copper), 90% of the minimum specified yield
strength;

b. for threaded connections in piping constructed with ductile
materials, 70% of the minimum specified yield strength;

c. for piping constructed with nonductile materials (e.g., cast
iron or ceramics), 10% of the material minimum specified
tensile strength; and

d. for threaded connections in piping constructed with non-
ductile materials, 8% of the material minimum specified
tensile strength.

Piping not detailed to accommodate the seismic relative dis-
placements at connections to other components shall be provided
with connections that have sufficient flexibility to avoid failure of
the connection between the components.
Suspended components that are installed in line and rigidly

connected to and supported by the piping system, such as valves,
strainers, traps, pumps, air separators, and tanks, are permitted to
be considered part of the piping system for the purposes of
determining the need for and sizing of lateral bracing. Where
components are braced independently because of their weight but
the associated piping is not braced, flexibility shall be provided as
required to accommodate relative movement between the
components.

13.6.7.1 ASME Pressure Piping Systems. Pressure piping
systems, including their supports, designed and constructed in
accordance with ASME B31 shall be deemed to meet the force,
displacement, and other requirements of this section. In lieu of
specific force and displacement requirements provided in ASME
B31, the force and displacement requirements of Section 13.3
shall be used. Materials meeting the toughness requirements of
ASME B31 shall be considered high-deformability materials.

13.6.7.2 Fire Protection Sprinkler Piping Systems. Fire
protection sprinkler piping, pipe hangers, and bracing

designed and constructed in accordance with NFPA 13 shall
be deemed to meet the force and displacement requirements of
this section. Clearances for sprinkler drops and sprigs and other
equipment shall conform to 13.2.3.1. The exceptions of
Section 13.6.7.3 shall not apply.

13.6.7.3 Exceptions. Design for the seismic forces of
Section 13.3 shall not be required for piping systems where
flexible connections, expansion loops, or other assemblies are
provided to accommodate the relative displacement between
component and piping, where the piping system is positively
attached to the structure, and where one of the following apply:

1. Trapeze assemblies are used to support piping whereby no
single pipe exceeds the limits set forth in 5a, 5b, or 5c
below and the total weight of the piping supported by the
trapeze assemblies is less than 10 lb=ft (146 N=m).

2. Trapeze assemblies are supported by 3=8-in: (10-mm)
diameter rod hangers not exceeding 12 in. (305 mm) in
length from the pipe support point to the connection at the
supporting structure, do not support piping with Ip greater
than 1.0, and no single pipe exceeds the limits set forth in
items 5a, 5b, or 5c below and the total weight supported by
any single trapeze is 100 lb (445 N) or less, or

3. Trapeze assemblies are supported by 1=2-in: (13-mm)
diameter rod hangers not exceeding 12 in. (305 mm) in
length from the pipe support point to the connection at the
supporting structure, do not support piping with Ip greater
than 1.0, and no single pipe exceeds the diameter limits set
forth in items 5a, 5b, or 5c below and the total weight
supported by any single trapeze is 200 lb (890 N) or less, or

4. Trapeze assemblies are supported by 1=2-in: (13-mm)
diameter rod hangers not exceeding 24 in. (610 mm) in
length from the pipe support point to the connection at the
supporting structure, do not support piping with Ip greater
than 1.0, and no single pipe exceeds the diameter limits set
forth in items 5a, 5b, or 5c below and the total weight
supported by any single trapeze is 100 lb (445 N) or less, or

5. Piping that has an Rp in Table 13.6-1 of 4.5 or greater is
either supported by rod hangers and provisions are made to
avoid impact with other structural or nonstructural compo-
nents or to protect the piping in the event of such impact, or
pipes with Ip = 1.0 are supported by individual rod hangers
3=8 in: (10 mm) or 1=2 in: (13 mm) in diameter; where
each hanger in the pipe run is 12 in. (305 mm) or less in
length from the pipe support point to the connection at the
supporting structure; and the total weight supported by any
single hanger is 50 lb (220 N) or less. In addition, the
following limitations on the size of piping shall be observed:
a. In structures assigned to Seismic Design Category C

where Ip is greater than 1.0, the nominal pipe size shall
be 2 in. (50 mm) or less.

b. In structures assigned to Seismic Design Categories D,
E, or F where Ip is greater than 1.0, the nominal pipe
size shall be 1 in. (25 mm) or less.

c. In structures assigned to Seismic Design Categories D,
E, or F where Ip = 1.0, the nominal pipe size shall be
3 in. (80 mm) or less.

6. Pneumatic tube systems supported with trapeze assemblies
using 3=8-in: (10-mm) diameter rod hangers not exceeding
12 in. (305 mm) in length from the tube support point to the
connection at the supporting structure and the total weight
supported by any single trapeze is 100 lb (445 N) or less.

7. Pneumatic tube systems supported by individual rod hang-
ers 3=8 in: (10 mm) or 1=2 in: (13 mm) in diameter, and
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each hanger in the run is 12 in. (305 mm) or less in length
from the tube support point to the connection at the
supporting structure, and the total weight supported by
any single rod is 50 lb (220 N) or less.

13.6.8 Distribution Systems: Trapezes with a Combination
of Systems. Trapezes that support a combination of distribution
systems (electrical conduit, raceway, duct, piping, etc.) shall be
designed using the most restrictive requirements for the
supported distribution systems from Sections 13.6.5 through
13.6.8 for the aggregate weight of the supported system. If
any distribution system on the trapeze is not exempted, the
trapeze shall be braced.

13.6.9 Utility and Service Lines. At the interface of adjacent
structures or portions of the same structure that may move
independently, utility lines shall be provided with adequate
flexibility to accommodate the anticipated differential
movement between the portions that move independently.
Differential displacement calculations shall be determined in
accordance with Section 13.3.2.

The possible interruption of utility service shall be considered in
relation to designated seismic systems in Risk Category IV as
defined in Table 1.5-1. Specific attention shall be given to the
vulnerability of underground utilities and utility interfaces between
the structure and the ground where Site Class E or F soil is present,
and where the seismic coefficient SDS at the underground utility or
at the base of the structure is equal to or greater than 0.33.

13.6.10 Boilers and Pressure Vessels. Boilers or pressure
vessels designed and constructed in accordance with ASME
BPVC shall be deemed to meet the force, displacement, and
other requirements of this section. In lieu of the specific force and
displacement requirements provided in ASME BPVC, the force
and displacement requirements of Sections 13.3.1 and 13.3.2
shall be used. Materials that meet the toughness requirements of
ASME BPVC shall be considered high-deformability materials.
Other boilers and pressure vessels designated as having an
Ip = 1.5, but not designed and constructed in accordance with
the requirements of ASME BPVC, shall comply with the
requirements of Section 13.6.13.

13.6.11 Elevator and Escalator Design Requirements.
Elevators and escalators designed in accordance with the
seismic requirements of ASME A17.1 shall be deemed to
meet the seismic force requirements of this section, except as
modified in the following text. The exceptions of
Section 13.6.7.3 shall not apply to elevator piping.

13.6.11.1 Escalators, Elevators, and Hoistway Structural
Systems. Escalators, elevators, and hoistway structural
systems shall be designed to meet the force and displacement
requirements of Sections 13.3.1 and 13.3.2.

13.6.11.2 Elevator Equipment and Controller Supports and
Attachments. Elevator equipment and controller supports and
attachments shall be designed to meet the force and displacement
requirements of Sections 13.3.1 and 13.3.2.

13.6.11.3 Seismic Controls for Elevators. Elevators operating
with a speed of 150 ft=min (46 m=min) or greater shall be
provided with seismic switches. Seismic switches shall provide
an electric signal indicating that structural motions are of such a
magnitude that the operation of the elevators may be impaired.
Seismic switches in accordance with Section 8.4.10.1.2 of ASME
A17.1 shall be deemed to meet the requirements of this section.

EXCEPTION: In cases where seismic switches cannot be
located near a column in accordance with ASME A17.1, they
shall have two horizontal axes of sensitivity and have a trigger
level set to 20% of the acceleration of gravity where located at or
near the base of the structure and 50% of the acceleration of
gravity in all other locations.

Upon activation of the seismic switch, elevator operations
shall conform to requirements of ASME A17.1, except as noted
in the following text.

In facilities where the loss of the use of an elevator is a life-
safety issue, the elevator shall only be used after the seismic
switch has triggered, provided that

1. The elevator shall operate no faster than the service speed,
and

2. Before the elevator is occupied, it is operated from top to
bottom and back to top to verify that it is operable.

13.6.11.4 Retainer Plates. Retainer plates are required at the
top and bottom of the car and counterweight.

13.6.12 Rooftop Solar Panels. Rooftop solar panels and their
attachments shall be designed for the forces and displacements
determined in Section 13.3.

EXCEPTION: Ballasted solar panels without positive direct
attachment to the roof structure are permitted on Risk Category I,
II, and III structures six stories or fewer in height and having a
maximum roof slope equal to or less than 1 in 20, provided that
they comply with the following:

1. The height of the center of mass of any panel above the roof
surface is less than half the least spacing in plan of the panel
supports, but in no case greater than 3 ft (0.9 m).

2. Each panel is designed to accommodate without impact,
instability, or loss of support a seismic displacement, δmpv,
of the panel relative to any roof edge or offset and any other
curb or obstruction to sliding on the roof surface where δmpv
is determined in accordance with Eq. (13.6-1), but is not
taken as less than 2 ft (1.2 m):

δmpv = 5IeðSDS − 0.4Þ2½ftðmÞ� (13.6-1)

The minimum separation between adjacent unattached
panels shall be taken as 0.5δmpv. Signage or roof markings
(e.g., yellow stripes) shall be provided delineating the area
around the panel that must be kept free of obstructions.Al-
ternatively, δmpv may be determined by shake table testing
or nonlinear response history analysis, whereby the value of
δmpv shall not be taken as less than 80% of the value given
by Eq. (13.6-1) unless independent peer review is con-
ducted in accordance with Section 1.3.1.3.4.

3. Each panel is interconnected to resist a horizontal force of
0.2SDSWpi, across any section cut by a vertical plane, where
Wpi is the weight of the smaller of the two portions.

4. Panel framing and supports are designed for a seismic force
path from the center of mass of each component to loca-
tions of friction resistance equal to the lesser of Fp from
Section 13.3.1 and 0.6Wp, where Wp is the weight of each
component.

5. All electrical cables leading from a panel to another panel
or to another roof object are designed to accommodate,
without rupture or distress, differential movements be-
tween cable connection points of 1.0δmpv, with consider-
ation given to torsional movement of the panel and its
possible impingement on the electrical cables.
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6. All edges and offsets of roof surfaces on which panels are
placed are bounded by a curb or parapet not less than 12 in.
(0.3 m) in height and designed to resist a concentrated
load applied at the probable points of impact between the
curb or parapet and the panel of not less than 0.2SDS times
the weight of the panel. Alternatively, a panel may be placed
so that all parts of the panel are a minimum of 2.0δmpv, but
not less than 4 ft (1.22 m), from any roof edge or offset.

7. Where justified by testing and analysis, the maximum roof
slope for structures assigned to SDC C and D shall be
permitted to be 1 in 12 provided that independent peer
review is conducted in accordance with Section 1.3.1.3.4.

13.6.13 Other Mechanical and Electrical Components.
Mechanical and electrical components, including conveyor
systems, not designed and constructed in accordance with the
reference documents in Chapter 23 shall meet the following:

1. Components and their supports and attachments shall
comply with the requirements of Sections 13.4, 13.6.2,
13.6.3, and 13.6.4.

2. For mechanical components with hazardous substances
and assigned a component Importance Factor, Ip, of 1.5
in accordance with Section 13.1.3 and for boilers and

pressure vessels not designed in accordance with ASME
BPVC, the design strength for seismic loads in com-
bination with other service loads and appropriate environ-
mental effects shall be based on the following material
properties:
a. for mechanical components constructed with ductile

materials (e.g., steel, aluminum, or copper), 90% of
the minimum specified yield strength;

b. for threaded connections in components constructed
with ductile materials, 70% of the minimum specified
yield strength;

c. for mechanical components constructed with nonductile
materials (e.g., plastic, cast iron, or ceramics), 10% of
the material minimum specified tensile strength; and

d. for threaded connections in components constructed
with nonductile materials, 8% of the material minimum
specified tensile strength.

13.7 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

See Chapter 23 for the list of consensus standards and other
documents that shall be considered part of this standard to the
extent referenced in this chapter.
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CHAPTER 14

MATERIAL-SPECIFIC SEISMIC DESIGN AND DETAILING REQUIREMENTS

14.0 SCOPE

Structural elements including foundation elements shall conform
to the material design and detailing requirements set forth in this
chapter or as otherwise specified for nonbuilding structures in
Tables 15.4-1 and 15.4-2.

14.1 STEEL

Structures, including foundations, constructed of steel to resist
seismic loads shall be designed and detailed in accordance with
this standard including the reference documents and additional
requirements provided in this section.

14.1.1 Reference Documents. The design, construction, and
quality of steel members that resist seismic forces shall conform
to the applicable requirements, as amended herein, of the
following: ANSI/AISC 341, ANSI/AISC 360, ANSI/AISI S100,
ANSI/AISI S230, ANSI/AISI S310, ANSI/AISI S400, ASCE 8,
ASCE 19, ANSI/SDI-C, ANSI/SDI-NC, ANSI/SDI QA/QC,
ANSI/SDI-RD, ANSI/SJI-CJ, and ANSI/SJI-100.

14.1.2 Structural Steel

14.1.2.1 General. The design of structural steel for buildings
and structures shall be in accordance with ANSI/AISC 360.
Where required, the seismic design of structural steel structures
shall be in accordance with the additional provisions of
Section 14.1.2.2.

14.1.2.2 Seismic Requirements for Structural Steel
Structures. The design of structural steel structures to resist
seismic forces shall be in accordance with the provisions of
Section 14.1.2.2.1 or 14.1.2.2.2, as applicable.

14.1.2.2.1 Seismic Design Categories B and C. Structural steel
structures assigned to Seismic Design Category B or C shall be of
any construction permitted by the applicable reference docu-
ments in Section 14.1.1. Where a response modification coeffi-
cient, R, in accordance with Table 12.2-1 is used for the design of
structural steel structures assigned to Seismic Design Category B
or C, the structures shall be designed and detailed in accordance
with the requirements of AISC 341.

EXCEPTION: The response modification coefficient, R,
designated for “steel systems not specifically detailed for seismic
resistance, excluding cantilever column systems” in Table 12.2-1
shall be permitted for systems designed and detailed in accor-
dance with AISC 360 and need not be designed and detailed in
accordance with AISC 341.

14.1.2.2.2 Seismic Design Categories D through F. Structural
steel structures assigned to Seismic Design Category D, E, or F
shall be designed and detailed in accordance with AISC 341,
except as permitted in Table 15.4-1.

14.1.3 Cold-Formed Steel

14.1.3.1 General. The design of cold-formed carbon or
low-alloy steel structural members shall be in accordance
with the requirements of AISI S100, and the design of
cold-formed stainless steel structural members shall be in
accordance with the requirements of ASCE 8. Where
required, the seismic design of cold-formed steel structures
shall be in accordance with the additional provisions of
Section 14.1.3.2.

14.1.3.2 Seismic Requirements for Cold-Formed Steel
Structures. Where a response modification coefficient, R, in
accordance with Table 12.2-1, is used for the design of cold-
formed steel structures, the structures shall be designed and
detailed in accordance with the requirements of AISI S100,
ASCE 8, and AISI S400, as applicable.

14.1.4 Cold-Formed Steel Light-Frame Construction

14.1.4.1 General. Cold-formed steel light-frame construction
shall be designed in accordance with AISI S100, Section I4.
Where required, the seismic design of cold-formed steel light-
frame construction shall be in accordance with the additional
provisions of Section 14.1.4.2.

14.1.4.2 Seismic Requirements for Cold-Formed Steel Light-
Frame Construction. The design of cold-formed steel light-
frame construction to resist seismic forces shall be in accordance
with the provisions of Section 14.1.4.2.1 or 14.1.4.2.2, as
applicable.

14.1.4.2.1 Seismic Design Categories B and C. Where a re-
sponse modification coefficient, R, in accordance with Table
12.2-1 is used for the design of cold-formed steel light-frame
construction assigned to Seismic Design Category B or C, the
structures shall be designed and detailed in accordance with the
requirements of AISI S400.

EXCEPTION: The response modification coefficient, R,
designated for “steel systems not specifically detailed for seismic
resistance, excluding cantilever column systems” in Table 12.2-1
shall be permitted for systems designed and detailed in accor-
dance with AISI S100, Section I4 and need not be designed and
detailed in accordance with AISI S400.

14.1.4.2.2 Seismic Design Categories D through F. Cold-
formed steel light-frame construction structures assigned to
Seismic Design Category D, E, or F shall be designed and
detailed in accordance with AISI S400.

14.1.4.3 Prescriptive Cold-Formed Steel Light-Frame
Construction. Cold-formed steel light-frame construction for
one- and two-family dwellings is permitted to be designed and
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constructed in accordance with the requirements of AISI S230
subject to the limitations therein.

14.1.5 Cold-Formed Steel Deck Diaphragms. Cold-formed
steel deck diaphragms shall be designed in accordance with
the requirements of AISI S100, SDI-RD, SDI-NC, SDI-C or
ASCE 8, as applicable. Nominal strengths shall be determined
in accordance with AISI S310. The required strength of
diaphragms, including bracing members that form part of the
diaphragm, shall be determined in accordance with Section
12.10.1. Special inspections and qualification of welding
special inspectors for cold-formed steel floor and roof deck
shall be in accordance with the quality assurance inspection
requirements of SDI-QA/QC.

14.1.6 Open Web Steel Joists and Joist Girders. The design,
manufacture, and use of open web steel joists and joist girders
shall be in accordance with SJI-100 and SJI-CJ, as applicable.

14.1.7 Steel Cables. The design strength of steel cables serving
as main structural load carrying members shall be determined by
the requirements of ASCE/SEI 19.

14.1.8 Additional Detailing Requirements for Steel Piles in
Seismic Design Categories D through F. In addition to the
foundation requirements set forth in Sections 12.1.5 and 12.13,
design and detailing of H-piles shall conform to the requirements
of AISC 341, and the connection between the pile cap and steel
piles or unfilled steel pipe piles in structures assigned to Seismic
Design Category D, E, or F shall be designed for a tensile force
not less than 10% of the pile compression capacity.

EXCEPTION: Connection tensile capacity need not exceed
the strength required to resist seismic load effects including
overstrength of Section 12.4.3 or 12.14.3.2. Connections need
not be provided where the foundation or supported structure does
not rely on the tensile capacity of the piles for stability under the
design seismic forces.

14.2 CONCRETE

Structures, including foundations, constructed of concrete to
resist seismic loads shall be designed and detailed in accordance
with this standard, including the reference documents and addi-
tional requirements provided in this section.

14.2.1 Reference Documents. The quality and testing of
concrete materials and the design and construction of
structural concrete members that resist seismic forces shall
conform to the requirements of ACI 318, except as modified
in Section 14.2.2.

14.2.2 Modifications to ACI 318. The text of ACI 318 shall be
modified as indicated in Sections 14.2.2.1 through 14.2.2.7.
Italics are used for text within Sections 14.2.2.1 through
14.2.2.7 to indicate requirements that differ from ACI 318.

14.2.2.1 Definitions. Add the following definitions to ACI 318,
Section 2.3.
CONNECTION: A region that joins two or more members.

For precast concrete diaphragm design, a connection also refers
to an assembly of connectors with the linking parts, welds and
anchorage to concrete, which forms a load path across a joint
between members, at least one of which is a precast concrete
member.
CONNECTOR: Fabricated part embedded in concrete for

anchorage and intended to provide a load path across a precast
concrete joint.

DETAILED PLAIN CONCRETE STRUCTURAL WALL: A
wall complying with the requirements of ACI, Chapter 14.

ORDINARY PRECAST STRUCTURAL WALL: A precast
wall complying with the requirements of ACI 318 excluding
Chapters 14, 18, and 27.

PRECAST CONCRETE DIAPHRAGMDESIGN OPTIONS:
Basic Design Option (BDO): An option where elastic dia-

phragm response in the design earthquake is targeted.
Elastic Design Option (EDO): An option where elastic dia-

phragm response in the maximum considered earthquake is
targeted.
Reduced Design Option (RDO): An option that permits

limited diaphragm yielding in the design earthquake.

14.2.2.2 ACI 318, Section 10.7.6. Modify Section 10.7.6 by
revising Section 10.7.6.1.6 to read as follows:
10.7.6.1.6 If anchor bolts are placed in the top of a column or

pedestal, the bolts shall be enclosed by transverse reinforcement
that also surrounds at least four longitudinal bars within the
column or pedestal. The transverse reinforcement shall be dis-
tributed within 5 in. of the top of the column or pedestal and shall
consist of at least two No. 4 or three No. 3 bars. In structures
assigned to Seismic Design Categories C, D, E, or F, the ties shall
have a hook on each free end that complies with Section 25.3.4.

14.2.2.3 Scope. Modify ACI 318, Section 18.2.1.2, to read as
follows:
18.2.1.2 All members shall satisfy requirements of Chapters 1

to 17 and 19 to 26. Structures assigned to SDC B, C, D, E, or F
also shall satisfy Section 18.2.1.3 through 18.2.1.7, as applicable,
except as modified by the requirements of Chapters 14 and 15 of
ASCE 7. Where ACI 318, Chapter 18 conflicts with other ACI 318
chapters, Chapter 18 shall govern over those other chapters.

14.2.2.4 Intermediate Precast Structural Walls. Modify ACI
318, Section 18.5, by renumbering Sections 18.5.2.2 and
18.5.2.3 to Sections 18.5.2.3 and 18.5.2.4, respectively, and
adding new Section 18.5.2.2 to read as follows:
18.5.2.2 Connections that are designed to yield shall be

capable of maintaining 80% of their design strength at the
deformation induced by design displacement, or shall use type
2 mechanical splices.
18.5.2.3 Elements of the connection that are not designed to

yield shall develop at least 1.5 Sy.
18.5.2.4 In structures assigned to SDC D, E, or F, wall piers

shall be designed in accordance with Sections 18.10.8 or 18.14.

14.2.2.5 Special Precast Structural Walls. Modify ACI 318,
Section 18.11.2.1, to read as follows:
18.11.2.1 Special structural walls constructed using precast

concrete shall satisfy all requirements of Section 18.10 in addition
to Section 18.5.2 as modified by Section 14.2.2 of ASCE 7.

14.2.2.6 Foundations. Modify ACI 318, Section 18.13.1.1, to
read as follows:
18.13.1.1 This section, as modified by Sections 12.1.5, 12.13,

or 14.2 of ASCE 7, shall apply to foundations resisting earth-
quake-induced forces between structure and ground in structures
assigned to SDC D, E, or F.

14.2.2.7 Detailed Plain Concrete Shear Walls. Modify ACI
318, Section 14.6, by adding a new Section 14.6.2 to read

14.6.2 Detailed Plain Concrete Shear Walls
14.6.2.1 Detailed plain concrete shear walls are walls con-

forming to the requirements for ordinary plain concrete shear
walls and Section 14.6.2.2.
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14.6.2.2 Reinforcement shall be provided as follows:

a. Vertical reinforcement of at least 0.20 in:2 (129 mm2) in
cross-sectional area shall be provided continuously from
support to support at each corner, at each side of each
opening, and at the ends of walls. The continuous vertical
bar required beside an opening is permitted to substitute
for the No. 5 bar required by Section 14.6.1.

b. Horizontal reinforcement of at least 0.20 in:2 (129 mm2) in
cross-sectional area shall be provided:
1. continuously at structurally connected roof and floor

levels and at the top of walls;
2. at the bottom of load-bearing walls or in the top of

foundations where doweled to the wall; and
3. at a maximum spacing of 120 in. (3,048 mm).

Reinforcement at the top and bottom of openings, where used
in determining the maximum spacing specified in Item 3 in the
preceding text, shall be continuous in the wall.

14.2.3 Additional Detailing Requirements for Concrete
Piles. In addition to the foundation requirements set forth in
Sections 12.1.5 and 12.13 of this standard and in Section 14.2.3
of ACI 318, design, detailing, and construction of concrete piles
shall conform to the requirements of this section.

14.2.3.1 Concrete Pile Requirements for Seismic Design
Category C. Concrete piles in structures assigned to Seismic
Design Category C shall comply with the requirements of this
section.

14.2.3.1.1 Anchorage of Piles. All concrete piles and concrete-
filled pipe piles shall be connected to the pile cap by embedding
the pile reinforcement in the pile cap for a distance equal to the
development length as specified in ACI 318 as modified by
Section 14.2.2 of this standard or by the use of field-placed
dowels anchored in the concrete pile. For deformed bars, the
development length is the full development length for compres-
sion or tension, in the case of uplift, without reduction in length
for excess area.

Hoops, spirals, and ties shall be terminated with seismic hooks
as defined in Section 2.3 of ACI 318.

Where a minimum length for reinforcement or the extent of
closely spaced confinement reinforcement is specified at the top
of the pile, provisions shall be made so that those specified
lengths or extents are maintained after pile cutoff.

14.2.3.1.2 Reinforcement for Uncased Concrete Piles (SDC C).
Reinforcement shall be provided where required by analysis. For
uncased cast-in-place drilled or augered concrete piles, a minimum
of four longitudinal bars, with a minimum longitudinal reinforce-
ment ratio of 0.0025 and transverse reinforcement, as defined
below, shall be provided throughout the minimum reinforced length
of the pile as defined below starting at the top of the pile. The
longitudinal reinforcement shall extend beyond the minimum
reinforced length of the pile by the tension development length.
Transverse reinforcement shall consist of closed ties (or equivalent
spirals) with a minimum 3=8-in: (9-mm) diameter. Spacing of
transverse reinforcing shall not exceed 6 in. (150 mm) or 8
longitudinal-bar diameters within a distance of three times the pile
diameter from the bottom of the pile cap. Spacing of transverse
reinforcing shall not exceed 16 longitudinal-bar diameters through-
out the remainder of the minimum reinforced length.

The minimum reinforced length of the pile shall be taken as the
greater of

1. One-third of the pile length;
2. A distance of 10 ft (3 m);

3. Three times the pile diameter; or
4. The flexural length of the pile, which shall be taken as the

length from the bottom of the pile cap to a point where
the concrete section cracking moment multiplied by a
resistance factor of 0.4 exceeds the required factored
moment at that point.

14.2.3.1.3 Reinforcement for Metal-Cased Concrete Piles
(SDC C). Reinforcement requirements are the same as for
uncased concrete piles.

EXCEPTION: Spiral-welded metal casing of a thickness not
less than No. 14 gauge can be considered as providing concrete
confinement equivalent to the closed ties or equivalent spirals
required in an uncased concrete pile, provided that the metal
casing is adequately protected from possible deleterious action
because of soil constituents, changing water levels, or other
factors indicated by boring records of site conditions.

14.2.3.1.4 Reinforcement for Concrete-Filled Pipe Piles
(SDC C). Minimum reinforcement 0.01 times the cross-sectional
area of the pile concrete shall be provided in the top of the pile
with a length equal to two times the required cap embedment
anchorage into the pile cap but not less than the development
length in tension of the reinforcement.

14.2.3.1.5 Reinforcement for Precast Nonprestressed Piles
(SDC C). A minimum longitudinal steel reinforcement ratio of
0.01 shall be provided for precast nonprestressed concrete piles.
The longitudinal reinforcing shall be confined with closed ties or
equivalent spirals of a minimum 3=8-in: (10-mm) diameter.
Transverse confinement reinforcing shall be provided at a maxi-
mum spacing of eight times the diameter of the smallest longi-
tudinal bar, but not to exceed 6 in. (152 mm), within three pile
diameters of the bottom of the pile cap. Spacing of transverse
reinforcement shall not exceed 6 in. (152 mm) throughout the
remainder of the pile.

14.2.3.1.6 Reinforcement for Precast Prestressed Piles (SDC
C). For the upper 20 ft (6 m) of precast prestressed piles, the
minimum volumetric ratio of spiral reinforcement shall not be
less than 0.007 or the amount required by the following equation:

ρs =
0.12f 0c
f yh

(14.2-1)

where

ρs = volumetric ratio (vol. spiral/vol. core);
f 0c = specified compressive strength of concrete, psi (MPa); and
f yh = specified yield strength of spiral reinforcement, which shall

not be taken as greater than 85,000 psi (586 MPa).

A minimum of one-half of the volumetric ratio of spiral rein-
forcement required by Eq. (14.2-1) shall be provided for the
remaining length of the pile.

14.2.3.2 Concrete Pile Requirements for Seismic Design
Categories D through F. Concrete piles in structures
assigned to Seismic Design Category D, E, or F shall comply
with Section 14.2.3.1.1 and the requirements of this section.

14.2.3.2.1 Site Class E or F Soil. Where concrete piles are used
in Site Class E or F, they shall have transverse reinforcement in
accordance with Sections 18.7.5.2 through 18.7.5.4 of ACI 318
within seven pile diameters of the pile cap and of the interfaces
between strata that are hard or stiff and strata that are liquefiable
or are composed of soft to medium stiff clay.
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14.2.3.2.2 Nonapplicable ACI 318 Sections for Grade Beam and
Piles. ACI 318, Section 18.13.3.3, need not apply to grade beams
designed to resist the seismic load effects including overstrength
of Section 12.4.3 or 12.14.3.2. ACI 318, Section 18.13.4.3(a),
need not apply to concrete piles. ACI 318, Section 18.13.4.3(b),
need not apply to precast, prestressed concrete piles.

14.2.3.2.3 Reinforcement for Uncased Concrete Piles (SDC D
through F). Reinforcement shall be provided where required by
analysis. For uncased cast-in-place drilled or augered concrete
piles, a minimum of four longitudinal bars with a minimum
longitudinal reinforcement ratio of 0.005 and transverse confine-
ment reinforcement in accordance with ACI 318, Sections
18.7.5.2 through 18.7.5.4 shall be provided throughout the
minimum reinforced length of the pile as defined below starting
at the top of the pile. The longitudinal reinforcement shall extend
beyond the minimum reinforced length of the pile by the tension
development length.
The minimum reinforced length of the pile shall be taken as the

greatest of

1. One-half of the pile length;
2. A distance of 10 ft (3 m);
3. Three times the pile diameter; or
4. The flexural length of the pile, which shall be taken as the

length from the bottom of the pile cap to a point where the
concrete section cracking moment multiplied by a resis-
tance factor of 0.4 exceeds the required factored moment at
that point.

In addition, for piles located in Site Classes E or F, longitudi-
nal reinforcement and transverse confinement reinforcement, as
described above, shall extend the full length of the pile.
Where transverse reinforcing is required, transverse reinfor-

cing ties shall be a minimum of No. 3 bars for up to 20-in. (500-
mm) diameter piles and No. 4 bars for piles of larger diameter.
In Site Classes A through D, longitudinal reinforcement and

transverse confinement reinforcement, as defined above, shall
also extend a minimum of seven times the pile diameter above
and below the interfaces of soft to medium stiff clay or liquefiable
strata except that transverse reinforcing not located within the
minimum reinforced length shall be permitted to use a transverse
spiral reinforcement ratio of not less than one-half of that
required in ACI 318, Section 18.7.5.4(a). Spacing of transverse
reinforcing not located within the minimum reinforced length is
permitted to be increased but shall not exceed the least of the
following:

1. 12 longitudinal bar diameters,
2. One-half the pile diameter, and
3. 12 in. (300 mm).

14.2.3.2.4 Reinforcement for Metal-Cased Concrete Piles (SDC
D through F). Reinforcement requirements are the same as for
uncased concrete piles.

EXCEPTION: Spiral-welded metal casing of a thickness not
less than No. 14 gauge can be considered as providing concrete
confinement equivalent to the closed ties or equivalent spirals
required in an uncased concrete pile, provided that the metal
casing is adequately protected against possible deleterious action
because of soil constituents, changing water levels, or other
factors indicated by boring records of site conditions.

14.2.3.2.5 Reinforcement for Precast Nonprestressed Piles
(SDC D through F). Transverse confinement reinforcement
consisting of closed ties or equivalent spirals shall be provided

in accordance with ACI 318, Sections 18.7.5.2 through 18.7.5.4,
for the full length of the pile.

EXCEPTION: In other than Site Classes E or F, the specified
transverse confinement reinforcement shall be provided within
three pile diameters below the bottom of the pile cap, but it is
permitted to use a transverse reinforcing ratio of not less than
one-half of that required in ACI 318, Section 18.7.5.4(a),
throughout the remainder of the pile length.
A minimum of four longitudinal bars, with a minimum

longitudinal reinforcement ratio of 0.005, shall be provided
throughout the minimum reinforced length of the pile as defined
below starting at the bottom of the pile cap. The minimum
reinforced length of the pile shall be taken as the greatest of
the following:

1. One-half of the pile length;
2. A distance of 10 ft (3 m);
3. Three times the least pile dimension; and
4. The distance to a point where the concrete section cracking

moment multiplied by a resistance factor 0.4 exceeds the
required factored moment at that point.

14.2.3.2.6 Reinforcement for Precast Prestressed Piles (SDC D
through F). In addition to the requirements for Seismic Design
Category C, the following requirements shall be met:

1. Requirements of ACI 318, Chapter 18, need not apply.
2. Where the total pile length in the soil is 35 ft (10,668 mm)

or less, the ductile pile region shall be taken as the entire
length of the pile. Where the pile length exceeds 35 ft
(10,668 mm), the ductile pile region shall be taken as the
greater of 35 ft (10,668 mm) or the distance from the
underside of the pile cap to the point of zero curvature plus
three times the least pile dimension.

3. In the ductile pile region, the center-to-center spacing of the
spirals or hoop reinforcement shall not exceed one-fifth of
the least pile dimension, six times the diameter of the
longitudinal strand, or 8 in. (203 mm), whichever is
smallest.

4. Spiral reinforcement shall be spliced by lapping one full
turn, by welding, or by the use of a mechanical connector.
Where spiral reinforcement is lap-spliced, the ends of the
spiral shall terminate in a seismic hook in accordance with
ACI 318, except that the bend shall be not less than 135
deg. Welded splices and mechanical connectors shall
comply with ACI 318, Section 25.5.7.

5. Where the transverse reinforcement consists of spirals or
circular hoops, the volumetric ratio of spiral transverse
reinforcement in the ductile pile region shall comply with

ρs = 0.25

�
f 0c
f yh

��
Ag

Ach
− 1.0

��
0.5þ 1.4P

f 0cAg

�

but not less than

ρs = 0.12

�
f 0c
f yh

��
0.5þ 1.4P

f 0cAg

�

and

ρs need not exceed 0.021

where

ρs = volumetric ratio (vol. of spiral/vol. of core);
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f 0c ≤ 6000 psi (≤41.4 MPa);
f yh = yield strength of spiral reinforcement ≤85 ksi

(≤586 MPa);
Ag = pile cross-sectional area [in:2 (mm2)];
Ach = core area defined by spiral outside diameter [in:2

(mm2)]; and
P = axial load on pile resulting from the load combina-

tion 1.2Dþ 0.5Lþ 1.0E, lb (kN).

This required amount of spiral reinforcement is permitted to
be obtained by providing an inner and outer spiral.

6. Where transverse reinforcement consists of rectangular
hoops and crossties, the total cross-sectional area of lateral
transverse reinforcement in the ductile region with spacing,
s, and perpendicular to dimension, hc, shall conform to

Ash = 0.3shc

�
f 0c
f yh

��
Ag

Ach
− 1.0

��
0.5þ 1.4P

f 0cAg

�

but not less than

Ash = 0.12shc

�
f 0c
f yh

��
0.5þ 1.4P

f 0cAg

�

where

s = spacing of transverse reinforcement measured along
length of pile [in. (mm)];

hc = cross-sectional dimension of pile core measured cen-
ter to center of hoop reinforcement [in. (mm)]; and

f yh ≤ 70 ksi (≤483 MPa).

The hoops and crossties shall be equivalent to deformed
bars not less than No. 3 in size. Rectangular hoop ends
shall terminate at a corner with seismic hooks.

7. Outside of the ductile pile region, the spiral or hoop
reinforcement with a volumetric ratio not less than one-
half of that required for transverse confinement reinforce-
ment shall be provided.

14.2.4 Additional Design and Detailing Requirements for
Precast Concrete Diaphragms. In addition to the
requirements for reinforced concrete set forth in this standard
and ACI 318, Chapter 6 and Section 18.12, design, detailing, and
construction of diaphragms constructed with precast concrete
components in SDC C, D, E, and F, or in SDC B and using the
requirements of Section 12.10.3, shall conform to the
requirements of this section.

14.2.4.1 Diaphragm Seismic Demand Levels. A diaphragm
seismic demand level for each structure shall be determined,
based on Seismic Design Category; number of stories, N;
diaphragm span, L, as defined in Section 14.2.4.1.1; and
diaphragm aspect ratio, AR, as defined in Section 14.2.4.1.2.
For structures assigned to SDC B or C, the seismic demand level
shall be designated as low. For structures assigned to SDC D, E,
or F, the seismic demand level shall be determined in accordance
with Fig. 14.2-1 and the following:

1. If AR is greater than or equal to 2.5 and the diaphragm
seismic demand is low according to Fig. 14.2-1, the
diaphragm seismic demand level shall be changed from
low to moderate.

2. If AR is less than 1.5 and the diaphragm seismic demand is
high according to Fig. 14.2-1, the diaphragm seismic
demand level shall be changed from high to moderate.

14.2.4.1.1 Diaphragm Span. Diaphragm span of a structure, L,
shall be the maximum diaphragm span on any floor in the structure
in any direction. The diaphragm span in a particular direction
on a particular floor level shall be the larger of the maximum
distance between two lateral force resisting system (LFRS) ele-
ments and twice the exterior distance between the outer LFRS
element and the building free edge.

14.2.4.1.2 Diaphragm Aspect Ratio. The diaphragm aspect ra-
tio, AR, shall be the diaphragm span-to-depth ratio using the
diaphragm span, L, defined in Section 14.2.4.1.1. The diaphragm
depth shall be the diaphragm dimension perpendicular to the
diaphragm span between the chord lines for the diaphragm or
portion of diaphragm.

14.2.4.1.3 Diaphragm Shear Amplification Factor. The re-
quired shear strength for diaphragm shall be amplified by the
diaphragm shear overstrength factor, Ωv, which shall be taken
equal to 1.4Rs.

14.2.4.2 Diaphragm Design Options. A diaphragm design
option, as defined in Section 14.2.2.1, shall be assigned based
on the lowest classification of connector or joint reinforcement
deformability used.

14.2.4.2.1 Elastic Design Option. Any classification of connec-
tor or joint reinforcement deformability is permitted to be used
with the elastic design option, which in turn is permitted for the
following:

1. low seismic demand level and
2. moderate seismic demand level, provided that the dia-

phragm design force is increased 15%.

14.2.4.2.2 Basic Design Option. Either moderate deformability
elements (MDEs) or high deformability elements (HDEs) shall
be used with the basic design option, which is permitted for the
following:

1. low seismic demand level,
2. moderate seismic demand level, and
3. high seismic demand level, provided that the diaphragm

design force is increased 15%.

14.2.4.2.3 Reduced Design Option. High deformability ele-
ments (HDEs) shall be used with the reduced design option,
which is permitted to be used for all seismic demand levels.

14.2.4.3 Diaphragm Connector or Joint Reinforcement
Deformability. Precast concrete diaphragm connectors or
joint reinforcement shall be classified in accordance with this
section.
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14.2.4.3.1 Low Deformability Element (LDE). Connectors or
joint reinforcement used in precast concrete diaphragms with
tension deformation capacity, as determined in Sec-
tion 14.2.4.6.7, less than 0.3 in. (7.5 mm) are classified as low
deformability elements.

14.2.4.3.2 Moderate Deformability Element (MDE). Connec-
tors or joint reinforcement used in precast concrete diaphragms
with tension deformation capacity, as determined in Sec-
tion 14.2.4.6.7, greater than or equal to 0.3 in. (7.5 mm) but
less than 0.6 in. (15 mm) are classified as moderate deformability
elements.

14.2.4.3.3 High Deformability Element (HDE). Connectors or
joint reinforcement used in precast concrete diaphragms with
tension deformation capacity, as determined in Section 14.2.4.6.7,
greater than or equal to 0.6 in. (15 mm) are classified as high
deformability elements.

14.2.4.3.4 Connector/Joint Reinforcement Classification. Clas-
sification of precast concrete diaphragm reinforcement or
connector elements shall be determined by testing of individual
elements following the cyclic testing protocols defined in
Section 14.2.4.4.

14.2.4.3.5 Deformed Bar Reinforcement. Deformed bar rein-
forcement (ASTM A615 or ASTM A706) placed in cast-in-place
concrete topping or cast-in-place concrete pour strips and satisfy-
ing the cover, lap, and development requirements of ACI 318 shall
be deemed to qualify as high deformability elements (HDEs).

14.2.4.3.6 Special Inspection. For a precast concrete joint rein-
forcement or connector classified as a high deformability element
(HDE), installation of the embedded parts and completion of the
reinforcement or connection in the field shall be subject to
continuous special inspection performed by qualified inspectors
under the supervision of a licensed design professional.

14.2.4.4 Precast Concrete Diaphragm Connector and Joint
Reinforcement Qualification Procedure. Precast concrete
diaphragm connectors and joint reinforcement shall be
assigned to a deformability classification based on tests. The
testing shall establish the strength, stiffness, and deformation
capacity of the element. As a minimum, in-plane shear tests and
in-plane tension tests shall be conducted. The following
procedure is deemed to satisfy the test requirements.

14.2.4.4.1 Test Modules. A test module shall consist of two
concrete elements connected by joint reinforcement or a connec-
tor or connectors. A separate full-scale test module and a
minimum number of tests shall be used for each characteristic
of interest. Modules shall be fabricated at full scale. Test modules
shall include a minimum edge distance of 2 ft (0.6 m) from each
connector centerline. Additional reinforcement shall be used to
prevent premature failure of the test module. The additional
reinforcement shall not be placed in a way that would alter the
performance of the connector. The geometry, reinforcing details,
fabrication procedures, and material properties of the connections
and connected concrete elements shall be representative of those
to be used in the prototype structure.

14.2.4.4.2 Number of Tests. Evaluation of test results shall be
made on the basis of the values obtained from not fewer than
three tests, provided that the deviation of any value obtained
from any single test does not vary from the average value for
all tests by more than 15%. If such deviation from the average
value for any test exceeds 15%, then additional tests shall be
performed until the deviation of any test from the average

value does not exceed 15% or a minimum of six tests has been
performed. No test shall be eliminated unless a rationale for its
exclusion is given.

14.2.4.4.3 Test Configuration. For each connection test, a mul-
tidirectional test fixture shall be used to allow for the simulta-
neous control of shear, axial, and potential bending deformations
at the test module joint. Demand shall be applied through
displacement control of up to three actuators. The test module
shall be connected to restraint beams along each edge parallel to
the joint; slip between the test module and beams shall be
minimized. One support beam shall be fastened to the laboratory
floor, providing a fixed edge, while the other beam shall rest on a
low-friction movable support. Vertical movement of the panel
shall be restricted.

14.2.4.4.4 Instrumentation. At a minimum, instrumentation
shall consist of displacement and force transducers. Force shall
be measured in line with each actuator to quantify shear and axial
demands on the connection. To accommodate displacement
control of the actuators, feedback transducers shall be incorpo-
rated into each actuator. Connection deformation shall be mea-
sured directly on the test module. A minimum of two axial
transducers shall be used to determine the average axial opening
and closing at the connection. Shear deformation shall be deter-
mined from measurements taken at the location of the connec-
tion. Transducer supports shall be placed on the test module at
adequate distances from the connection to minimize damage to
the transducer supports during the test.

14.2.4.4.5 Loading Protocols. Connections shall be loaded in
in-plane shear and tension in accordance with the following:

1. Monotonic and cyclic tests shall be conducted under
displacement control, using rates less than 0.05 in:=s
(1.25 mm=s). Each module shall be tested until its strength
decreases to 15% of the maximum load.

2. A monotonic test shall be performed to determine the
reference deformation, as defined in Section 14.2.4.4.6,
Item 2, of the connector or reinforcement, if a reference
deformation is not available. The test module shall
be loaded under a monotonically increasing displace-
ment until its strength decreases to 15% of the maximum
load.

3. In-plane cyclic shear tests, with a constant 0.1-in. (2.5-mm)
axial opening, shall be conducted to determine stiffness,
strength, and deformation under shear loading. The test
module shall be subject to increasing shear displacement
amplitudes. Three fully reversed cycles shall be applied at
each displacement amplitude. Starting from zero displace-
ment, there shall be four increments of displacement
amplitude equal to one-quarter of the reference displace-
ment. This step shall be followed by two increments, each
equal to one-half the reference displacement. Then there
shall be two more increments, each equal to the reference
displacement. This step shall be followed by increments
equal to twice the reference displacement, until the strength
decreases to 15% of the maximum load.

4. In-plane cyclic tension/compression tests shall be con-
ducted to determine stiffness, strength, and deformation.
Starting from zero displacement, there shall be four incre-
ments of tension displacement amplitudes equal to one-
quarter of the reference displacement. This step shall be
followed by two increments, each equal to one-half the
reference displacement. Then there shall be two more
increments, each equal to the reference displacement. This
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step shall be followed by increments equal to twice the
reference displacement, until the tensile strength decreases
to 15% of the maximum load. There shall be three cycles of
loading at each displacement amplitude. The compression
portion of each cycle shall be force-limited. Each compres-
sion half cycle shall consist of an increasing compressive
deformation until a force limit is reached. The force limit
for each cycle shall be equal to the maximum force of the
preceding tension half cycle. The shear deformation along
the joint shall not be restrained during a tension/compres-
sion test.

14.2.4.4.6 Measurement Indices, Test Observations, and Acqui-
sition of Data. The applied shear and tension/compression
deformations and all resulting forces shall be recorded at least
once every second and shall form the basis of Items 1 and 2:

1. Reference Deformation. The reference deformation, Δ1,
corresponding to Point 1, determined in Item 2, represents
the effective yield deformation of the connector or rein-
forcement. An analytical determination of the reference
deformation is permitted as an alternative to determination
based on monotonic testing.

2. Backbone Qualification Envelope. The measured cyclic
response shall be processed in accordance with the proce-
dure below.

An envelope of the cyclic force deformation response shall
be constructed from the force corresponding to the peak
displacement applied during the first cycle of each increment
of deformation. The envelope shall be simplified to a
backbone curve consisting of four segments in accordance
with Fig. 14.2-2.

Point 2 represents the peak envelope load. Point a is the point
on the backbone curve where the strength first equals 15% of
peak load. Initial elastic stiffness, Ke, shall be calculated as the
slope of the secant of the strength-displacement relationship from
origin to Point a. Point b is the point on the envelope curve at a
displacement Δb. The displacement Δb is at the intersection of a
horizontal line from the peak envelope load and the initial elastic
stiffness line through 15% of the peak load. Point 1 represents the
occurrence of yield, which is determined by drawing a line from
Point 2 to b and extending it to intersect the initial elastic stiffness
line through 15% of the peak load. Point 3 is the point where the
strength has decreased to 15% of the peak load. Point 2a is the
point where the deformation is 50% of the summation of
deformations at Points 2 and 3.

The backbone curve shall be classified as one of the types
indicated in Fig. 14.2-3. Deformation-controlled elements shall
conform to Type 1 or Type 2, but not Type 2 Alternate, response
with Δ2 ≥ 2Δ1. All other responses shall be classified as force-
controlled.

14.2.4.4.7 Response Properties. The following performance
characteristics of the connector or joint reinforcement shall
be quantified from the backbone response: the effective yield
(reference) deformation, the tension deformation capacity, the
tensile strength, and the shear strength—all determined as the
average of values obtained from the number of tests required
by Section 14.2.4.4.2. The tension deformation capacity shall
correspond to Point 2, for deformation-controlled connections
(see definition in Section 14.2.4.4.6, Item 2). It shall corre-
spond to Point 1 for force-controlled connections, except that
for force-controlled connections exhibiting Type 2 Alternate
response, tension deformation capacity shall correspond to
Point 1 0.

Deformation Category. The connector or joint reinforcement
shall be classified as a low deformability element (LDE), a
moderate deformability element (MDE), or a high deformability
element (HDE) based on its deformation capacity in tension. The
tension deformation capacity ranges given in Section 14.2.4.3
shall be used to determine the deformation category of the
connector or reinforcement.

Tensile Strength. The tensile strength of the connector or joint
reinforcement shall be the force corresponding to Point 1.

Shear Strength. If the shear deformationΔ1 is less than 0.25 in.
(6.4 mm), the shear strength shall be the force at Point 1. If the
shear deformationΔ1 is greater than or equal to 0.25 in. (6.4 mm),
the shear strength shall be the force at 0.25 in. (6.4 mm) of shear
deformation. This shear strength shall equal the stiffness, Ke,
multiplied by 0.25 in. (6.4 mm).

14.2.4.4.8 Test Report. The test report shall be complete and
self-contained for a qualified expert to be satisfied that the tests
have been designed and carried out in accordance with the
criteria previously described. The test report shall contain infor-
mation enabling an independent evaluation of the performance of
the test module. As a minimum, all of the following information
shall be provided:

1. Details of test module design and construction, including
engineering drawings.

2. Specified material properties used for design, and actual
material properties obtained by testing.

3. Description of test setup, including diagrams and
photographs.

4. Description of instrumentation, location, and purpose.
5. Description and graphical presentation of applied loading

protocol.
6. Material properties of the concrete measured in accor-

dance with ASTM C39. The average of a minimum of
three tests shall be used. The compression tests shall be
conducted within seven days of the connection tests or
shall be interpolated from compression tests conducted
before and after the connection test series.

7. Material properties of the connector, slug, and weld metal
based on material testing or mill certification. As a
minimum, the yield stress, tensile stress, and the ultimate
strain shall be reported.

8. Description of observed performance, including photo-
graphic documentation, of test module condition at key
deformation cycles.

9. Graphical presentationof force versus deformation response.
10. The envelope and backbone of the load-deformation

response.
11. Yield strength, peak strength, yield deformation, tension

deformation capacity, and connection deformation category.
12. Test date report date name of testing agency, report

author(s), supervising professional engineer, and test
sponsor.

FIGURE 14.2-2 Backbone Qualification Curve
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14.3 COMPOSITE STEEL AND CONCRETE
STRUCTURES

Structures, including foundations, constructed of composite
steel and concrete to resist seismic loads shall be designed and
detailed in accordance with this standard, including the refer-
ence documents and additional requirements provided in this
section.

14.3.1 Reference Documents. The design, construction, and
quality of composite steel and concrete members that resist
seismic forces shall conform to the applicable requirements of
the following: AISC 341, AISC 360, and ACI 318, excluding
Chapter 14.

14.3.2 General. Systems of structural steel acting compositely
with reinforced concrete shall be designed in accordance with AISC
360 and ACI 318, excluding Chapter 14. Where required, the
seismic design of composite steel and concrete systems shall be in
accordance with the additional provisions of Section 14.3.3.

14.3.3 Seismic Requirements for Composite Steel and
Concrete Structures. Where a response modification
coefficient, R, in accordance with Table 12.2-1 is used for the
design of systems of structural steel acting compositely with
reinforced concrete, the structures shall be designed and detailed
in accordance with the requirements of AISC 341.

14.3.4 Metal-Cased Concrete Piles. Metal-cased concrete
piles shall be designed and detailed in accordance with
Section 14.2.3.1.3.

14.4 MASONRY

Structures, including foundations, constructed of masonry to
resist seismic loads shall be designed and detailed in accordance
with this standard, including the references and additional
requirements provided in this section.

14.4.1 Reference Documents. The design, construction, and
quality assurance of masonry members that resist seismic forces
shall conform to the requirements of TMS 402 and TMS 602,
except as modified by Section 14.4.

14.4.2 R Factors. To qualify for the response modification
coefficients, R, set forth in this standard, the requirements of
TMS 402 and TMS 602, as amended in subsequent sections,
shall be satisfied.
Special reinforced masonry shear walls designed in accordance

with Section 8.3 or 9.3 of TMS 402 shall also comply with the
additional requirements contained in Section 14.4.4 or 14.4.5.

14.4.3 Modifications to Chapter 7 of TMS 402

14.4.3.1 Separation Joints. Add the following new Section 7.5
to TMS 402:

7.5.1 Separation Joints. Where concrete abuts structural
masonry and the joint between the materials is not designed
as a separation joint, the concrete shall be roughened so
that the average height of aggregate exposure is 1/8 in.
(3 mm) and shall be bonded to the masonry in accordance
with these requirements as if it were masonry. Vertical joints
not intended to act as separation joints shall be crossed by
horizontal reinforcement as required by Section 5.1.1.2.

14.4.4 Modifications to Chapter 6 of TMS 402

14.4.4.1 Reinforcement Requirements and Details

14.4.4.1.1 Reinforcing Bar Size Limitations. Modify the follow-
ing within TMS 402, Section 6.1.2:
Delete TMS 402, Section 6.1.2.1, and replace with:

6.1.2.1 Reinforcing bars used in masonry shall not be
larger than No. 9 (M#29).

Delete TMS 402, Section 6.1.2.2, and replace with:

6.1.2.2 The nominal bar diameter shall not exceed one-
eighth of the nominal member thickness and shall not
exceed one-quarter of the least clear dimension of the cell,
course, or collar joint in which it is placed.

Add the following sentence to the end of TMS 402,
Section 6.1.2.4:

The area of reinforcing bars placed in a cell or in a course of
hollow unit construction shall not exceed 4% of the cell area.

14.4.4.1.2 Splices in Reinforcement. Add the following new
Sections 6.1.6.1.1.4 and 6.1.6.1.2.1 to TMS 402:

6.1.6.1.1.4 Where M=Vudv exceeds 1.5 and the seismic
load associated with the development of the nominal shear
capacity exceeds 80% of the seismic load associated with
development of the nominal flexural capacity, lap splices
shall not be used in plastic hinge zones of special reinforced
masonry shear walls. The length of the plastic hinge zone
shall be taken as at least 0.15 times the distance between the
point of zero moment and the point of maximum moment.

6.1.6.1.2.1 Where M=Vudv exceeds 1.5 and the seismic
load associated with the development of the nominal shear
capacity exceeds 80% of the seismic load associated with

FIGURE 14.2-3 Deformation Curve Types
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development of the nominal flexural capacity, welded
splices shall not be permitted in plastic hinge zones of
special reinforced walls of masonry.

Replace TMS 402, Section 6.1.6.1.3, as follows:

6.1.6.1.3 Mechanical Connections: Mechanical splices
shall be classified as Type 1 or Type 2 according to
Section 18.2.7.1 of ACI 318. Type 1 mechanical splices
shall not be used within a plastic hinge zone or within a
spandrel-pier joint of a special reinforced masonry shear
wall system. Type 2 mechanical splices shall be permitted
in any location within a member.

14.4.5 Modifications to Chapter 9 of TMS 402

14.4.5.1 Anchoring to Masonry. Add the following as the first
paragraph in TMS 402, Section 9.1.6:

9.1.6 Anchor Bolts Embedded in Grout. Anchorage
assemblies connecting masonry elements that are part
of the seismic force-resisting system to diaphragms and
chords shall be designed so that the strength of the anchor
is governed by steel tensile or shear yielding.
Alternatively, the anchorage assembly is permitted to be
designed so that it is governed by masonry breakout or
anchor pullout provided that the anchorage assembly is
designed to resist not less than 2.0 times the factored
forces transmitted by the assembly.

14.4.5.2 Coupling Beams. Add the following new Section
9.3.4.2.5 to TMS 402:

9.3.4.2.5 Coupling Beams. Structural members that
provide coupling between shear walls shall be designed
to reach their moment or shear nominal strength before
either shear wall reaches its moment or shear nominal
strength. Analysis of coupled shear walls shall comply
with accepted principles of mechanics.

The design shear strength, ϕVn, of the coupling beams
shall satisfy the following criterion:

ϕVn ≥
1.25ðM1 þM2Þ

Lc
þ 1.4Vg

where

M1 and M2 = nominal moment strength at the ends of the
beam;

Lc = length of the beam between the shear walls; and
Vg = unfactored shear force caused by gravity loads.

The calculation of the nominal flexural moment shall include
the reinforcement in reinforced concrete roof and floor
systems. The width of the reinforced concrete used for
calculations of reinforcement shall be six times the floor or
roof slab thickness.

14.4.5.3 Walls with Factored Axial Stress Greater Than
0.05f 0

m . Add the following exception following the third
paragraph of TMS 402, Section 9.3.5.4.2:

EXCEPTION: A nominal thickness of 4 in. (102 mm) is
permitted where load-bearing reinforced hollow clay unit ma-
sonry walls satisfy all of the following conditions:

1. The maximum unsupported height-to-thickness or length-
to-thickness ratios do not exceed 27.

2. The net area unit strength exceeds 8,000 psi (55 MPa).
3. Units are laid in running bond.

4. Bar sizes do not exceed No. 4 (13 mm).
5. There are no more than two bars or one splice in a cell.
6. Joints are not raked.

14.4.5.4 Shear Keys. Add the following new Section 9.3.6.7 to
TMS 402:

9.3.6.7 Shear Keys. The surface of concrete upon which a
special reinforced masonry shear wall is constructed shall
have a minimum surface roughness of 1/8 in. (3 mm).
Shear keys are required where the calculated tensile strain
in vertical reinforcement from in-plane loads exceeds the
yield strain under load combinations that include seismic
forces based on an R factor equal to 1.5. Shear keys that
satisfy the following requirements shall be placed at the
interface between the wall and the foundation:

1. The width of the keys shall be at least equal to the width of
the grout space.

2. The depth of the keys shall be at least 1.5 in. (38 mm).
3. The length of the key shall be at least 6 in. (152 mm).
4. The spacing between keys shall be at least equal to the

length of the key.
5. The cumulative length of all keys at each end of the shear

wall shall be at least 10% of the length of the shear wall
(20% total).

6. At least 6 in. (150 mm) of a shear key shall be placed within
16 in. (406 mm) of each end of the wall.

7. Each key and the grout space above each key in the first
course of masonry shall be grouted solid.

14.4.6 Modifications to Chapter 12 of TMS 402

14.4.6.1 Corrugated Sheet Metal Anchors. Add Section
12.2.2.11.1.1 to TMS 402 as follows:

12.2.2.11.1.1 Provide continuous single wire joint reinforce-
ment of wire size W1.7 (MW11) at a maximum spacing of
18 in. (457 mm) on center vertically. Mechanically attach
anchors to the joint reinforcement with clips or hooks.
Corrugated sheet metal anchors shall not be used.

14.4.7 Modifications to TMS 602.

14.4.7.1 Construction Procedures. Add the following new
Article 3.5 I to TMS 602:

3.5 I. Construction procedures or admixtures shall be -
used to facilitate placement and control shrinkage of grout.

14.5 WOOD

Structures, including foundations, constructed of wood to resist
seismic loads shall be designed and detailed in accordance with
this standard including the references and additional require-
ments provided in this section.

14.5.1 Reference Documents. The quality, testing, design, and
construction of members and their fastenings in wood systems
that resist seismic forces shall conform to the requirements of the
applicable following reference documents: AWCNDS and AWC
SDPWS.

14.6 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

See Chapter 23 for the list of consensus standards and other
documents that shall be considered part of this standard to the
extent referenced in this chapter.
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CHAPTER 15

SEISMIC DESIGN REQUIREMENTS FOR NONBUILDING STRUCTURES

15.1 GENERAL

15.1.1 Nonbuilding Structures. Nonbuilding structures
include all self-supporting structures that carry gravity loads
and that may be required to resist the effects of earthquake,
with the exception of building structures specifically excluded in
Section 11.1.2 and other nonbuilding structures where specific
seismic provisions have yet to be developed, and therefore, are
not set forth in Chapter 15. Nonbuilding structures supported by
the earth or supported by other structures shall be designed and
detailed to resist the minimum lateral forces specified in this
chapter. Design shall conform to the applicable requirements of
other sections as modified by this section. Foundation design
shall comply with the requirements of Sections 12.1.5, 12.13, and
Chapter 14.

15.1.2 Design. The design of nonbuilding structures shall
provide sufficient stiffness, strength, and ductility consistent
with the requirements specified herein for buildings to resist
the effects of seismic ground motions as represented by these
design forces:

a. Applicable strength and other design criteria shall be
obtained from other portions of the seismic requirements
of this standard or its reference documents.

b. Where applicable strength and other design criteria are not
contained in or referenced by the seismic requirements of
this standard, such criteria shall be obtained from reference
documents. Where reference documents define acceptance
criteria in terms of allowable stresses as opposed to
strength, the design seismic forces shall be obtained from
this section and used in combination with other loads as
specified in Section 2.4 of this standard and used directly
with allowable stresses specified in the reference docu-
ments. Detailing shall be in accordance with the reference
documents.

15.1.3 Structural Analysis Procedure Selection. Structural
analysis procedures for nonbuilding structures that are similar
to buildings shall be selected in accordance with Section 12.6.
Nonbuilding structures that are not similar to buildings shall
be designed using the equivalent lateral force procedure in
accordance with Section 12.8, the linear dynamic analysis
procedures in accordance with Section 12.9, the nonlinear
response history analysis procedure in accordance with
Chapter 16, or the procedure prescribed in the specific
reference document.

EXCEPTIONS:

1. For distributed mass cantilever structures listed in
Table 15.4-2, including steel and reinforced concrete

stacks, chimneys, silos, skirt-supported vertical vessels,
and steel tubular support structures for onshore wind
turbine generator systems using the modal analysis proce-
dure of Section 12.9.1 and the combined response for the
modal base shear (Vt) at less than 85% of the calculated
base shear (V) using the equivalent lateral force procedure,
it is permitted to multiply the forces by 0.85V/Vt in lieu of
the provisions of Section 12.9.1.

2. For distributed mass cantilever structures listed in
Table 15.4-2, including steel and reinforced concrete
stacks, chimneys, silos, skirt-supported vertical vessels,
and steel tubular support structures for onshore wind
turbine generator systems using the modal analysis proce-
dure of Section 12.9.1 and the combined response for the
modal base shear (Vt) at less than 0.85CsW , and where Cs
is determined in accordance with Eq. (12.8-6), drifts shall
be multiplied by 0.85CsW/Vt in lieu of the provisions of
Section 12.9.

15.1.4 Nonbuilding Structures Sensitive to Vertical Ground
Motions. Tanks, vessels, hanging structures, and nonbuilding
structures incorporating horizontal cantilevers shall use
Section 11.9 to determine the vertical seismic design ground
motion to be applied to the design of the nonbuilding structure.
For these structures, the design forces in members and
connections shall be determined by modal analysis performed
in accordance with Section 12.9 or response history analysis
performed in accordance with Chapter 12 or Chapter 16, except
that the vertical ground motion component shall be included in
the analysis using the spectra defined in Section 11.9.
Alternatively, the equivalent static procedures of Section 12.8
and Section 15.4 are permitted to be used to determine the
seismic design force with the vertical component motions. For
tanks and vessels, vertical ground motions shall be applied as
required by Section 15.7.2c. For hanging structures and
nonbuilding structures incorporating horizontal cantilevers, the
design vertical response spectral acceleration, Sav, shall be taken
as the peak value from the response spectrum of Section 11.9.
Alternatively, the design vertical response spectral acceleration,
Sav, is permitted to be determined using the provisions of
Section 11.9 using the vertical period of the structure
determined by rational analysis. Horizontal seismic effects
shall be combined with vertical seismic effects using the
direction of loading criteria specified in Section 15.1.4.1 for
hanging structures and structures incorporating horizontal
cantilevers. The response modification factor, R, for use with
vertical seismic design ground motions shall be taken as 1.0
except in the determination of hydrodynamic hoop forces in
cylindrical tank walls. The determination of hydrodynamic hoop
forces caused by vertical seismic design ground motions in
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cylindrical tank walls shall comply with the requirements of
Section 15.7.2c(2).

15.1.4.1 Direction of Loading Criteria for Nonbuilding
Structures Sensitive to Vertical Ground Motions. The
following orthogonal load combinations of horizontal and
vertical seismic load effects shall be applied to hanging
structures and structures incorporating horizontal cantilevers.

15.1.4.1.1 Strength. The directions of application of seismic
forces used in the strength design of structure elements shall be
those that produce the most critical load effects. This requirement
is deemed satisfied if the structure elements are designed to the
more stringent demands of the following load directions:

1. 100% of the forces for one horizontal direction plus 30% of
the forces for the perpendicular horizontal direction plus
30% of the forces for the vertical direction. The combina-
tion requiring the maximum component strength shall be
used.

2. 100% of the forces for the vertical direction plus 30% of the
forces for a horizontal direction plus 30% of the forces for
the perpendicular horizontal direction. The combination
requiring the maximum component strength shall be used.

15.1.4.1.2 Overturning and Stability. The directions of applica-
tion of seismic forces used in the evaluation of overturning
stability and sliding of the structure shall be those that produce
the most critical load effects. This requirement is deemed satis-
fied if the structures and their foundations are evaluated for
overturning stability and sliding using the following load
directions:

1. 100% of the forces for one horizontal direction plus 30% of
the forces for the perpendicular horizontal direction plus
30% of the forces for the vertical direction. The combina-
tion requiring the maximum component strength shall be
used.

15.2 THIS SECTION INTENTIONALLY LEFT BLANK;
SEE SECTION 15.8

15.3 NONBUILDING STRUCTURES SUPPORTED BY
OTHER STRUCTURES

Where nonbuilding structures identified in Table 15.4-2 are
supported by other structures and nonbuilding structures are not
part of the primary seismic force-resisting system, one of the
following methods shall be used.

15.3.1 Less Than 25% Combined Weight Condition. For the
condition where the weight of the nonbuilding structure is less
than 25% of the combined effective seismic weights of the
nonbuilding structure and supporting structure, the design
seismic forces of the nonbuilding structure shall be determined
in accordance with Chapter 13 where the values of Rp and ap shall
be determined in accordance with Section 13.1.6. The supporting
structure shall be designed in accordance with the requirements of
Chapter 12 or Section 15.5, as appropriate, with the weight of the
nonbuilding structure considered in the determination of the
effective seismic weight, W .

15.3.2 Greater Than or Equal to 25% Combined Weight
Condition. For the condition where the weight of the
nonbuilding structure is equal to or greater than 25% of the
combined effective seismic weights of the nonbuilding structure
and supporting structure, an analysis combining the structural

characteristics of both the nonbuilding structure and the
supporting structures shall be performed to determine the
seismic design forces as follows:

1. Where the fundamental period, T , of the nonbuilding
structure is less than 0.06 s, the nonbuilding structure shall
be considered a rigid element with appropriate distribution
of its effective seismic weight. The supporting structure
shall be designed in accordance with the requirements of
Chapter 12 or Section 15.5 as appropriate, and the R value
of the combined system is permitted to be taken as the R
value of the supporting structural system. The nonbuilding
structure and attachments shall be designed for the forces
using the procedures of Chapter 13 where the value of Rp
shall be taken as equal to the R value of the nonbuilding
structure as set forth in Table 15.4-2, and ap shall be taken
as 1.0.

2. Where the fundamental period, T , of the nonbuilding
structure is 0.06 s or greater, the nonbuilding structure
and supporting structure shall be modeled together in a
combined model with appropriate stiffness and effective
seismic weight distributions. The combined structure shall
be designed in accordance with Section 15.5 with the R
value of the combined system taken as the lesser R value of
the nonbuilding structure or the supporting structure. The
nonbuilding structure and attachments shall be designed for
the forces determined for the nonbuilding structure in the
combined analysis.

15.3.3 Architectural, Mechanical, and Electrical
Components. Architectural, mechanical, and electrical
components supported by nonbuilding structures shall be
designed in accordance with Chapter 13 of this standard.

15.4 STRUCTURAL DESIGN REQUIREMENTS

15.4.1 Design Basis. Nonbuilding structures that have specific
seismic design criteria established in reference documents shall
be designed using the standards as amended herein. Where
reference documents are not cited herein, nonbuilding
structures shall be designed in compliance with Sections 15.5
and 15.6 to resist minimum seismic lateral forces that are not less
than the requirements of Section 12.8, with the following
additions and exceptions:

1. The seismic force-resisting system shall be selected as
follows:
a. For nonbuilding structures similar to buildings, a sys-

tem shall be selected from among the types indicated in
Table 12.2-1 or Table 15.4-1 subject to the system
limitations and limits on structural height, hn, based on
the Seismic Design Category indicated in the table. The
appropriate values of R, Ω0, and Cd indicated in the
selected table shall be used in determining the base
shear, element design forces, and design story drift as
indicated in this standard. Design and detailing require-
ments shall comply with the sections referenced in the
selected table.

b. For nonbuilding structures not similar to buildings, a
system shall be selected from among the types indicated
in Table 15.4-2 subject to the system limitations and
limits on structural height, hn, based on Seismic Design
Category indicated in the table. The appropriate values
of R,Ω0, and Cd indicated in Table 15.4-2 shall be used
in determining the base shear, element design forces,
and design story drift as indicated in this standard.

146 STANDARD 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



Design and detailing requirements shall comply with
the sections referenced in Table 15.4-2.

c. Where neither Table 15.4-1 nor Table 15.4-2 contains
an appropriate entry, applicable strength and other
design criteria shall be obtained from a reference docu-
ment that is applicable to the specific type of nonbuild-
ing structure. Design and detailing requirements shall
comply with the reference document.

2. For nonbuilding systems that have an R value provided in
Table 15.4-2, the minimum specified value in Eq. (12.8-5)
shall be replaced by

Cs = 0.044SDSIe (15.4-1)

The value of Cs shall not be taken as less than 0.03.

And for nonbuilding structures located where
S1 ≥ 0.6g, the minimum specified value in Eq. (12.8-6)
shall be replaced by

Cs = 0.8S1/ðR/IeÞ (15.4-2)

EXCEPTION: Tanks and vessels that are designed to
AWWA D100; AWWA D103; API 650, Appendix E; and
API 620, Appendix L, as modified by this standard,
and stacks and chimneys that are designed to ACI 307 as
modified by this standard, shall be subject to the larger of
the minimum base shear value defined by the reference
document or the value determined by replacing Eq. (12.8-5)
with the following:

Cs = 0.044SDSIe (15.4-3)

Table 15.4-1 Seismic Coefficients for Nonbuilding Structures Similar to Buildings

Nonbuilding Structure Type Detailing Requirements R Ω0 Cd

Structural System and Structural Height,
hn , Limits (ft)a

Seismic Design Category

B C Db Eb Fc

Steel storage racks Sec. 15.5.3.1 4 2 3.5 NL NL NL NL NL
Steel cantilever storage racks hot-rolled steel
Ordinary moment frame (cross-aisle) 15.5.3.2 and AISC 360 3 3 3 NL NL NP NP NP
Ordinary moment frame (cross-aisle)d 15.5.3.2 and AISC 341 2.5 2 2.5 NL NL NL NL NL
Ordinary braced frame (cross-aisle) 15.5.3.2 and AISC 360 3 3 3 NL NL NP NP NP
Ordinary braced frame (cross-aisle)d 15.5.3.2 and AISC 341 3.25 2 3.25 NL NL NL NL NL

Steel cantilever storage racks cold-formed steele

Ordinary moment frame (cross-aisle) 15.5.3.2 and AISI S100 3 3 3 NL NL NP NP NP
Ordinary moment frame (cross-aisle) 15.5.3.2 and AISI S100 1 1 1 NL NL NL NL NL
Ordinary braced frame (cross-aisle) 15.5.3.2 and AISI S100 3 3 3 NL NL NP NP NP

Building frame systems:
Steel special concentrically braced frames AISC 341 6 2 5 NL NL 160 160 100
Steel ordinary concentrically braced frame AISC 341 3¼ 2 3¼ NL NL 35f 35f NPf

With permitted height increase AISC 341 2½ 2 2½ NL NL 160 160 100
With unlimited height AISC 360 1.5 1 1.5 NL NL NL NL NL

Moment-resisting frame systems:
Steel special moment frames AISC 341 8 3 5.5 NL NL NL NL NL
Special reinforced concrete moment framesg ACI 318, including Chapter 18 8 3 5.5 NL NL NL NL NL
Steel intermediate moment frames: AISC 341 4.5 3 4 NL NL 35h,i NPh,i NPh,i

With permitted height increase AISC 341 2.5 2 2.5 NL NL 160 160 100
With unlimited height AISC 341 1.5 1 1.5 NL NL NL NL NL

Intermediate reinforced concrete moment frames: ACI 318, including Chapter 18 5 3 4.5 NL NL NP NP NP
With permitted height increase ACI 318, including Chapter 18 3 2 2.5 NL NL 50 50 50
With unlimited height ACI 318, including Chapter 18 0.8 1 1 NL NL NL NL NL

Steel ordinary moment frames: AISC 341 3.5 3 3 NL NL NPh,i NPh,i NPh,i

With permitted height increase AISC 341 2.5 2 2.5 NL NL 100 100 NPh,i

With unlimited height AISC 360 1 1 1 NL NL NL NL NL
Ordinary reinforced concrete moment frames: ACI 318, excluding Chapter 18 3 3 2.5 NL NP NP NP NP
With permitted height increase ACI 318, excluding Chapter 18 0.8 1 1 NL NL 50 50 50

aNL = no limit and NP = not permitted.
bSee Section 12.2.5.4 for a description of seismic force-resisting systems limited to structures with a structural height, hn, of 240 ft (73.2 m) or less.
cSee Section 12.2.5.4 for seismic force-resisting systems limited to structures with a structural height, hn, of 160 ft (48.8 m) or less.
dThe column-to-base connection shall be designed to the lesser of Mn of the column or the factored moment at the base of the column for the seismic load case
using the overstrength factor.
eCold-formed sections that meet the requirements of AISC 341, Table D1.1, are permitted to be designed in accordance with AISC 341.
fSteel ordinary braced frames are permitted in pipe racks up to 65 ft (20 m).
gIn Section 2.3 of ACI 318, the definition of “special moment frame” includes precast and cast-in-place construction.
hSteel ordinary moment frames and intermediate moment frames are permitted in pipe racks up to 65 ft (20 m) where the moment joints of field connections are
constructed of bolted end plates.
iSteel ordinary moment frames and intermediate moment frames are permitted in pipe racks up to 35 ft (11 m).
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Table 15.4-2 Seismic Coefficients for Nonbuilding Structures Not Similar to Buildings

Nonbuilding Structure Type Detailing Requirementsc R Ω0 Cd

Structural System and Structural
Height, hn , Limits (ft)a,b

Seismic Design Category

B C D E F

Elevated tanks, vessels, bins, or hoppers:
On symmetrically braced legs (not similar to buildings) Sec. 15.7.10 3 2d 2.5 NL NL 160 100 100
On unbraced legs or asymmetrically braced legs (not similar
to buildings)

Sec. 15.7.10 2 2d 2.5 NL NL 100 60 60

Horizontal, saddle-supported welded steel vessels Sec. 15.7.14 3 2d 2.5 NL NL NL NL NL
Flat-bottom ground-supported tanks: Sec. 15.7

Steel or fiber-reinforced plastic:
Mechanically anchored 3 2d 2.5 NL NL NL NL NL
Self-anchored 2.5 2d 2 NL NL NL NL NL

Reinforced or prestressed concrete:
Reinforced nonsliding base 2 2d 2 NL NL NL NL NL
Anchored flexible base 3.25 2d 2 NL NL NL NL NL
Unanchored and unconstrained flexible base 1.5 1.5d 1.5 NL NL NL NL NL

All other 1.5 1.5d 1.5 NL NL NL NL NL
Cast-in-place concrete silos that have walls continuous to the

foundation
Sec. 15.6.2 3 1.75 3 NL NL NL NL NL

All other reinforced masonry structures not similar to buildings
detailed as intermediate reinforced masonry shear walls

Sec. 14.4.1e 3 2 2.5 NL NL 50 50 50

All other reinforced masonry structures not similar to buildings
detailed as ordinary reinforced masonry shear walls

Sec. 14.4.1 2 2.5 1.75 NL 160 NP NP NP

All other nonreinforced masonry structures not similar to buildings Sec. 14.4.1 1.25 2 1.5 NL NP NP NP NP
Concrete chimneys and stacks Sec. 15.6.2 and ACI 307 2 1.5 2.0 NL NL NL NL NL
Steel chimneys and stacks 15.6.2 and ASME STS-1 2 2 2 NL NL NL NL NL
All steel and reinforced concrete distributed mass cantilever structures

not otherwise covered herein, including stacks, chimneys, silos,
skirt-supported vertical vessels; single-pedestal or skirt-supported

Sec. 15.6.2

Welded steel Sec. 15.7.10 2 2d 2 NL NL NL NL NL
Welded steel with special detailingf Secs. 15.7.10 and 15.7.10.5

a and b
3 2d 2 NL NL NL NL NL

Prestressed or reinforced concrete Sec. 15.7.10 2 2d 2 NL NL NL NL NL
Prestressed or reinforced concrete with special detailing Secs. 15.7.10 and ACI 318,

Chapter 18, Secs. 18.2
and 18.10

3 2d 2 NL NL NL NL NL

Trussed towers (freestanding or guyed), guyed stacks, and chimneys Sec. 15.6.2 3 2 2.5 NL NL NL NL NL
Steel tubular support structures for onshore wind turbine generator
systems

Sec. 15.6.7 1.5 1.5 1.5 NL NL NL NL NL

Cooling towers:
Concrete or steel 3.5 1.75 3 NL NL NL NL NL
Wood frames 3.5 3 3 NL NL NL 50 50

Telecommunication towers: Sec. 15.6.6
Truss: Steel 3 1.5 3 NL NL NL NL NL
Pole: Steel 1.5 1.5 1.5 NL NL NL NL NL
Wood 1.5 1.5 1.5 NL NL NL NL NL
Concrete 1.5 1.5 1.5 NL NL NL NL NL

Frame: Steel 3 1.5 1.5 NL NL NL NL NL
Wood 1.5 1.5 1.5 NL NL NL NL NL
Concrete 2 1.5 1.5 NL NL NL NL NL

Amusement structures and monuments Sec. 15.6.3 2 2 2 NL NL NL NL NL
Inverted pendulum type structures (except elevated tanks, vessels,

bins, and hoppers)
Sec. 12.2.5.3 2 2 2 NL NL NL NL NL

Ground-supported cantilever walls or fences Sec. 15.6.8 1.25 2 2.5 NL NL NL NL NL
Signs and billboards 3.0 1.75 3 NL NL NL NL NL
All other self-supporting structures, tanks, or vessels not covered

above or by reference standards that are not similar to buildings
1.25 2 2.5 NL NL 50 50 50

aNL = no limit and NP = not permitted.
bFor the purpose of height limit determination, the height of the structure shall be taken as the height to the top of the structural frame making up the primary
seismic force-resisting system.
cIf a section is not indicated in the detailing requirements column, no specific detailing requirements apply.
dSee Section 15.7.3.a for the application of the overstrength factors, Ω0, for tanks and vessels.
eDetailed with an essentially complete vertical load-carrying frame.
fSections 15.7.10.5.a and 15.7.10.5.b shall be applied for any risk category.
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The value of Cs shall not be taken as less than 0.01.
And for nonbuilding structures located where

S1 ≥ 0.6g, the minimum specified value in Eq. (12.8-6)
shall be replaced by

Cs = 0.5S1/ðR/IeÞ (15.4-4)

Minimum base shear requirements need not apply to the
convective (sloshing) component of liquid in tanks.

3. The Importance Factor, Ie, shall be as set forth in
Section 15.4.1.1.

4. The vertical distribution of the lateral seismic forces in
nonbuilding structures covered by this section shall be
determined:
a. Using the requirements of Section 12.8.3, or
b. Using the procedures of Section 12.9.1, or
c. In accordance with the reference document applicable

to the specific nonbuilding structure.
5. Provided that the mass locations for the structure, any

contents, and any supported structural or nonstructural
elements (including but not limited to piping and stairs)
that could contribute to the mass or stiffness of the structure
are accounted for and quantified in the analysis, the
accidental torsion requirements of Section 12.8.4.2 need
not be accounted for:
a. Rigid nonbuilding structures, or
b. Nonbuilding structures not similar to buildings

designed with R values less than or equal to 3.5, or
c. Nonbuilding structures similar to buildings with R

values less than or equal to 3.5, provided that one of
the following conditions is met:
i. The calculated center of rigidity at each diaphragm

is greater than 5% of the plan dimension of the
diaphragm in each direction from the calculated
center of mass of the diaphragm, or

ii. The structure does not have a horizontal torsional
irregularity type 1A or 1B and the structure has at
least two lines of lateral resistance in each of two
major axis directions. At least one line of lateral
resistance shall be provided a distance of not less
than 20% of the structure’s plan dimension from the
center of mass on each side of the center of mass.

In addition, structures designed to this section shall be
analyzed using a 3D representation in accordance with
Section 12.7.3.

6. For nonbuilding structural systems containing liquids,
gases, and granular solids supported at the base as defined
in Section 15.7.1, the minimum seismic design force shall
not be less than that required by the reference document for
the specific system.

7. Where a reference document provides a basis for the
earthquake-resistant design of a particular type of non-
building structure covered by Chapter 15, such a standard
shall not be used unless the following limitations are met:
a. The seismic ground accelerations and seismic coeffi-

cients shall be in conformance with the requirements of
Section 11.4.

b. The values for total lateral force and total base over-
turning moment used in design shall not be less than
80% of the base shear value and overturning moment,
each adjusted for the effects of soil–structure interaction
that is obtained using this standard.

8. The base shear is permitted to be reduced in accordance
with Section 19.2 to account for the effects of foundation

damping from soil–structure interaction. In no case shall
the reduced base shear be less than 0.7V .

9. Unless otherwise noted in Chapter 15, the effects on the
nonbuilding structure caused by gravity loads and seismic
forces shall be combined in accordance with the factored
load combinations as presented in Section 2.3.

10. Where specifically required by Chapter 15, the design
seismic force on nonbuilding structures shall be as defined
in Section 12.4.3.

15.4.1.1 Importance Factor. The Importance Factor, Ie, and
risk category for nonbuilding structures are based on the relative
hazard of the contents and the function. The value of Ie shall be
the largest value determined by the following:

a. applicable reference document listed in Chapter 23,
b. the largest value as selected from Table 1.5-2, or
c. as specified elsewhere in Chapter 15.

15.4.2 Rigid Nonbuilding Structures. Nonbuilding structures
that have a fundamental period, T , less than 0.06 s, including
their anchorages, shall be designed for the lateral force obtained
from the following:

V = 0.30SDSWIe (15.4-5)
where

V = the total design lateral seismic base shear force applied to a
nonbuilding structure;

SDS = the site design response acceleration as determined from
Section 11.4.5;

W = nonbuilding structure operating weight; and
Ie = the Importance Factor determined in accordance with

Section 15.4.1.1.

The force shall be distributed with height in accordance with
Section 12.8.3.

15.4.3 Loads. The seismic effective weight W for nonbuilding
structures shall include the dead load and other loads as defined
for structures in Section 12.7.2. For purposes of calculating
design seismic forces in nonbuilding structures, W also shall
include all normal operating contents for items such as tanks,
vessels, bins, hoppers, and the contents of piping.W shall include
snow and ice loads where these loads constitute 25% or more of
W or where required by the Authority Having Jurisdiction based
on local environmental characteristics.

15.4.4 Fundamental Period. The fundamental period of the
nonbuilding structure shall be determined using the structural
properties and deformation characteristics of the resisting
elements in a properly substantiated analysis as indicated in
Section 12.8.2. Alternatively, the fundamental period T is
permitted to be computed from the following equation:

T = 2π

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiXn
i= 1

wiδ
2
i

g
Xn
i= 1

f iδi

vuuuuuuut (15.4-6)

The values of f i represent any lateral force distribution in
accordance with the principles of structural mechanics. The
elastic deflections, δi, shall be calculated using the applied lateral
forces, f i. Eqs. (12.8-7), (12.8-8), (12.8-9), and (12.8-10)
shall not be used for determining the period of a nonbuilding
structure.

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 149

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



15.4.5 Drift Limit. The drift limit of Section 12.12.1 need not
apply to nonbuilding structures if a rational analysis indicates that
they can be exceeded without adversely affecting structural stability
or attached or interconnected components and elements such as
walkways and piping. P-delta effects shall be consideredwhere they
are critical to the function or stability of the structure. P-delta effects,
when considered, shall be based on displacements determined by an
elastic analysis multiplied by Cd/Ie using the appropriate Cd value
from Tables 12.2-1, 15.4-1, or 15.4-2.

15.4.6 Materials Requirements. The requirements regarding
specific materials in Chapter 14 shall be applicable unless
specifically exempted in Chapter 15.

15.4.7 Drift, Deflection, and Structure Separation. Drift,
deflection, and structure separation calculated using strength
level seismic forces shall be determined in accordance with
this standard unless specifically amended in Chapter 15.

15.4.8 Site-Specific Response Spectra. Where required by a
reference document or the Authority Having Jurisdiction,
specific types of nonbuilding structures shall be designed for
site-specific criteria that account for local seismicity and geology,
expected recurrence intervals, and magnitudes of events from
known seismic hazards (see Section 11.4.8 of this standard). If a
longer recurrence interval is defined in the reference document
for the nonbuilding structure, such as liquefied natural gas (LNG)
tanks (NFPA 59A), the recurrence interval required in the
reference document shall be used.

15.4.9 Anchors in Concrete or Masonry

15.4.9.1 Anchors in Concrete. Anchors in concrete used for
nonbuilding structure anchorage shall be designed in accordance
with Chapter 17 of ACI 318.

15.4.9.2 Anchors in Masonry. Anchors in masonry used for
nonbuilding structure anchorage shall be designed in accordance
with TMS 402. Anchors shall be designed to be governed by the
tensile or shear strength of a ductile steel element.

EXCEPTION: Anchors shall be permitted to be designed so
that either:

a. the attachment that the anchor is connecting to the structure
undergoes ductile yielding at a load level corresponding to
anchor forces not greater than the design strength of the
anchor, or

b. the anchors shall be designed to resist the load combina-
tions in accordance with Section 12.4.3 including Ω0 as
given in Tables 15.4-1 and 15.4-2.

15.4.9.3 Post-installed Anchors in Concrete and
Masonry. Post-installed anchors in concrete shall be
prequalified for seismic applications in accordance with ACI
355.2 or other approved qualification procedures. Post-installed
anchors in masonry shall be prequalified for seismic applications
in accordance with approved qualification procedures.

15.4.9.4 ASTM F1554 Anchors. When ASTM F1554 Grade
36 anchors are specified and are designed as ductile anchors in
accordance with ACI 318, Section 17.2.3.4.3(a), or where the
design must meet the requirements of Section 15.7.5 or
Section 15.7.11.7b, substitution of weldable ASTM F1554
Grade 55 (with Supplementary Requirement S1) anchors shall
be prohibited.

15.4.10 Requirements for Nonbuilding Structure
Foundations on Liquefiable Sites. Nonbuilding structure

foundations on liquefiable sites shall comply with
Section 12.13.9 and the requirements of Section 15.4.10.1.

15.4.10.1 Nonbuilding Structures on Shallow Foundations.
Nonbuilding structures shall not be permitted to be supported
on shallow foundations at liquefiable sites unless it can be
demonstrated that the structure’s foundation, superstructure,
and connecting systems can be designed to accommodate the
soil strength loss, lateral spreading, and total and differential
settlements induced by MCEG earthquake ground motions
indicated in the geotechnical investigation report.

15.5 NONBUILDING STRUCTURES SIMILAR TO
BUILDINGS

15.5.1 General. Nonbuilding structures similar to buildings as
defined in Section 11.2 shall be designed in accordance with this
standard as modified by this section and the specific reference
documents. This general category of nonbuilding structures shall
be designed in accordance with the seismic requirements of this
standard and the applicable portions of Section 15.4. The
combination of load effects, E, shall be determined in
accordance with Section 12.4.

15.5.2 Pipe Racks

15.5.2.1 Design Basis. In addition to the requirements of
Section 15.5.1, pipe racks supported at the base of the
structure shall be designed to meet the force requirements of
Section 12.8 or 12.9.1. Displacements of the pipe rack and
potential for interaction effects (pounding of the piping
system) shall be considered using the amplified deflections
obtained from the following equation:

δx =
Cdδxe
Ie

(15.5-1)

where

Cd = deflection amplification factor in Table 15.4-1;
δxe = deflections determined using the prescribed seismic design

forces of this standard; and
Ie = Importance Factor determined in accordance with

Section 15.4.1.1.

See Section 13.6.2 for the design of piping systems and their
attachments. Friction resulting from gravity loads shall not be
considered to provide resistance to seismic forces.

15.5.3 Storage Racks. Storage racks constructed from steel
supported at or below grade shall be designed in accordance
with Sections 15.5.3.1 or 15.5.3.2, as applicable, and the
requirements in Section 15.5.3.3.

15.5.3.1 Steel Storage Racks. Steel storage racks supported at
or below grade shall be designed in accordance with ANSI/RMI
MH 16.1 and its force and displacement requirements, except as
follows.

15.5.3.1.1 Modify Section 7.1.2 of ANSI/RMI MH 16.1 as
follows:
7.1.2 Base Plate Design
Once the required bearing area has been determined from the

allowable bearing stress, F 0
p, the minimum thickness of the base

plate is determined by rational analysis or by appropriate test
using a test load 1.5 times the ASD design load or the factored
LRFD load. Design forces that include seismic loads for an-
chorage of steel storage racks to concrete or masonry shall be
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determined using load combinations with overstrength provided
in Section 12.4.3.1 of ASCE/SEI 7. The overstrength factor shall
be taken as 2.0.

Anchorage of steel storage racks to concrete shall be in
accordance with the requirements of Section 15.4.9 of ASCE/
SEI 7. Upon request, information shall be given to the owner or
the owner’s agent on the location, size, and pressures under the
column base plates of each type of upright frame in the installa-
tion. When rational analysis is used to determine base plate
thickness, and other applicable standards do not apply, the
base plate shall be permitted to be designed for the following
loading conditions, where applicable: (balance of section
unchanged)

15.5.3.1.2 Modify Section 7.1.4 of ANSI/RMI MH 16.1 as
follows:

7.1.4 Shims
Shims may be used under the base plate to maintain the

plumbness and/or levelness of the storage rack. The shims shall
be made of a material that meets or exceeds the design bearing
strength (LRFD) or allowable bearing strength (ASD) of the
floor. The shim size and location under the base plate shall be
equal to or greater than the required base plate size and
location.

In no case shall the total thickness of a shim stack under a base
plate exceed six times the diameter of the largest anchor bolt
used in that base.

Shims stacks having a total thickness greater than two and less
than or equal to six times the anchor bolt diameter under bases
with only one anchor bolt shall be interlocked or welded together
in a fashion that is capable of transferring all the shear forces at
the base.

Shims stacks having a total thickness of less than or equal to
two times the anchor bolt diameter need not be interlocked or
welded together.

Bending in the anchor associated with shims or grout under the
base plate shall be taken into account in the design of anchor bolts.

15.5.3.2 Steel Cantilevered Storage Racks. Steel cantilevered
storage racks supported at or below grade shall be designed in
accordance with ANSI/RMI MH 16.3, its force and displacement
requirements, and the seismic design ground motion values
determined according to Section 11.4, except as follows:

15.5.3.2.1 Modify Section 8.5.1 of ANSI/RMI MH 16.3 as
follows:

8.5.1 Anchor Bolt Design
Anchorage of steel cantilevered storage racks to concrete

shall be in accordance with the requirements of Section 15.4.9
of ASCE/SEI 7. The redundancy factor in the load combinations
in Section 2.1 and 2.2 shall be 1.0. Design forces that include
seismic loads for anchorage of steel cantilevered storage racks to
concrete or masonry shall be determined using load combina-
tions with overstrength provided in Sections 2.3.6 or 2.4.5 of
ASCE/SEI 7.

If shims are used under the base plate to maintain the
plumbness and/or levelness of the steel cantilevered storage
rack, the shims stacks shall be interlocked or welded together
in a fashion that is capable of transferring all the shear forces at
the base. Bending in the anchor associated with shims or grout
under the base plate shall be taken into account in the design of
anchor bolts.

15.5.3.3 Alternative. As an alternative to ANSI/RMI MH 16.1
or 16.3, as modified above, storage racks shall be permitted to be

designed in accordance with the requirements of Sections 15.1,
15.2, 15.3, 15.5.1, and 15.5.3.3.1 through 15.5.3.3.4 of this
standard.

15.5.3.3.1 General Requirements. Storage racks shall satisfy
the force requirements of this section. The Importance Factor,
Ie, for storage racks in structures open to the public, such as
warehouse retail stores, shall be taken equal to 1.5.

EXCEPTION: Steel storage racks supported at the base are
permitted to be designed as structures with an R of 4, provided
that the seismic requirements of this standard are met. Higher
values of R are permitted to be used where the detailing require-
ments of reference documents listed in Section 14.1.1 are met.
The Importance Factor, Ie, for steel storage racks in structures
open to the public, such as warehouse retail stores, shall be taken
as equal to 1.5.

15.5.3.3.2 Operating Weight. Storage racks shall be designed for
each of the following conditions of operating weight, W or Wp.

a. Weight of the rack plus every storage level loaded to 67%
of its rated load capacity.

b. Weight of the rack plus the highest storage level only
loaded to 100% of its rated load capacity.

The design shall consider the actual height of the center of
mass of each storage load component.

15.5.3.3.3 Vertical Distribution of Seismic Forces. For all stor-
age racks, the vertical distribution of seismic forces shall be as
specified in Section 12.8.3 and in accordance with the following:

a. The base shear, V , of the typical structure shall be the base
shear of the steel storage rack where loaded in accordance
with Section 15.5.3.2.

b. The base of the structure shall be the floor supporting the
steel storage rack. Each steel storage level of the rack shall
be treated as a level of the structure with heights hi and hx
measured from the base of the structure.

c. The factor k is permitted to be taken as 1.0.

15.5.3.3.4 Seismic Displacements. Storage rack installations
shall accommodate the seismic displacement of the steel storage
racks and their contents relative to all adjacent or attached
components and elements. The assumed total relative displace-
ment for steel storage racks shall be not less than 5% of the
structural height above the base, hn, unless a smaller value is
justified by test data or analysis in accordance with
Section 11.1.4.

15.5.4 Electrical Power-Generating Facilities

15.5.4.1 General. Electrical power-generating facilities are
power plants that generate electricity by steam turbines,
combustion turbines, diesel generators, or similar turbo
machinery.

15.5.4.2 Design Basis. In addition to the requirements of
Section 15.5.1, electrical power-generating facilities shall be
designed using this standard and the appropriate factors
contained in Section 15.4.

15.5.5 Structural Towers for Tanks and Vessels

15.5.5.1 General. In addition to the requirements of
Section 15.5.1, structural towers that support tanks and
vessels and are not integral with the tank shall be designed to
meet the requirements of Section 15.3. In addition, the following
special considerations shall be included:
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a. The distribution of the lateral base shear from the tank or
vessel onto the supporting structure shall consider the
relative stiffness of the tank and resisting structural
elements.

b. The distribution of the vertical reactions from the tank or
vessel onto the supporting structure shall consider the
relative stiffness of the tank and resisting structural ele-
ments. Where the tank or vessel is supported on grillage
beams, the calculated vertical reaction caused byweight and
overturning shall be increased at least 20% to account for
nonuniform support. The grillage beam and vessel attach-
ment shall be designed for this increased design value.

c. Seismic displacements of the tank and vessel shall consider
the deformation of the support structure where determining
P-delta effects or evaluating required clearances to prevent
pounding of the tank on the structure. P-delta effects shall
be based on displacements determined by an elastic analy-
sis multiplied by Cd/Ie using the appropriate Cd value from
Table 15.4-2.

Tanks and vessels supported by structural towers that are integral
to the tank or vessel shall be designed according to
Section 15.7.10.1.

15.5.6 Piers and Wharves

15.5.6.1 General. Piers and wharves are structures located in
waterfront areas that project into a body of water or that parallel
the shoreline.

15.5.6.2 Design Basis. In addition to the requirements of
Section 15.5.1, piers and wharves that are accessible to the
general public, such as cruise ship terminals and piers with
retail or commercial offices or restaurants, shall be designed to
comply with this standard. Piers and wharves that are not accessible
to the general public are beyond the scope of this section.
The design shall account for the effects of liquefaction and soil

failure collapse mechanisms and shall consider all applicable
marine loading combinations, such as mooring, berthing, wave,
and current on piers and wharves as required. Structural detailing
shall consider the effects of the marine environment.

15.6 GENERAL REQUIREMENTS FOR NONBUILDING
STRUCTURES NOT SIMILAR TO BUILDINGS

Nonbuilding structures that do not have lateral and vertical
seismic force-resisting systems that are similar to buildings shall
be designed in accordance with this standard as modified by this
section and the specific reference documents. Loads and load
distributions shall not be less demanding than those determined
in this standard. The combination of earthquake load effects, E,
shall be determined in accordance with Section 12.4.2.

EXCEPTION: The redundancy factor, ρ, per Section 12.3.4
shall be taken as 1.

15.6.1 Earth-Retaining Structures. This section applies to all
earth-retaining structures assigned to Seismic Design Category
D, E, or F. The lateral earth pressures caused by earthquake
ground motions shall be determined in accordance with
Section 11.8.3. The risk category shall be determined by the
proximity of the earth-retaining structure to other buildings and
structures. If failure of the earth-retaining structure would affect
the adjacent building or structure, the risk category shall not be
less than that of the adjacent building or structure.
Earth-retaining walls are permitted to be designed for seismic

loads as either yielding or nonyielding walls. Cantilevered

reinforced concrete or masonry retaining walls shall be assumed
to be yielding walls and shall be designed as simple flexural wall
elements.

15.6.2 Chimneys and Stacks.

15.6.2.1 General. Chimneys and stacks are permitted to be
either lined or unlined and shall be constructed from concrete,
steel, or masonry. Steel stacks, concrete stacks, steel chimneys,
concrete chimneys, and liners shall be designed to resist seismic
lateral forces determined from a substantiated analysis using
reference documents. Interaction of the stack or chimney with the
liners shall be considered. A minimum separation shall be
provided between the liner and chimney equal to Cd times the
calculated differential lateral drift.

15.6.2.2 Concrete Chimneys and Stacks. Concrete chimneys
and stacks shall be designed in accordance with the requirements of
ACI 307 except that (1) the design base shear shall be determined
based on Section 15.4.1 of this standard, (2) the seismic coefficients
shall be based on the values provided in Table 15.4-2, and
(3) openings shall be detailed as required below. When modal
response spectrum analysis is used for design, the procedures of
Section 12.9 shall be permitted to be used.
For concrete chimneys and stacks assigned to Seismic Design

Category D, E, and F, splices for vertical rebar shall be staggered
such that no more than 50% of the bars are spliced at any section
and alternate lap splices are staggered by the development length.
In addition, where the loss of cross-sectional area is greater than
10%, cross sections in the regions of breachings/openings shall
be designed and detailed for vertical force, shear force, and
bending moment demands along the vertical direction, deter-
mined for the affected cross section using an overstrength factor
of 1.5. The region where the overstrength factor applies shall
extend above and below the opening(s) by a distance equal to
half of the width of the largest opening in the affected region.
Appropriate reinforcement development lengths shall be provid-
ed beyond the required region of overstrength. The jamb regions
around each opening shall be detailed using the column tie
requirements in Section 10.7.6 of ACI 318. Such detailing shall
extend for a jamb width of a minimum of two times the wall
thickness and for a height of the opening height plus twice the
wall thickness above and below the opening but no less than the
development length of the longitudinal bars. Where the existence
of a footing or base mat precludes the ability to achieve
the extension distance below the opening and within the stack,
the jamb reinforcing shall be extended and developed into the
footing or base mat. The percentage of longitudinal rein-
forcement in jamb regions shall meet the requirements of
Section 10.6.1.1 of ACI 318 for compression members.

15.6.2.3 Steel Chimneys and Stacks. Steel chimneys and
stacks shall be designed in accordance with the requirements
of ASME STS-1 except that (1) the design base shear shall be
determined based on Section 15.4.1 of this standard, (2) the
seismic coefficients shall be based on the values provided in
Table 15.4-2, and (3) ASME STS-1, Section 4.3.5, and
Nonmandatory Appendix D Table D-1, Table D-2, Fig. D-2,
and Fig. D-2a shall not be used. When modal response spectrum
analysis is used for design, the procedures of Section 12.9 shall
be permitted to be used.

15.6.3 Amusement Structures. Amusement structures are
permanently fixed structures constructed primarily for the
conveyance and entertainment of people. Amusement
structures shall be designed to resist seismic lateral forces
determined in accordance with Section 15.4.
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15.6.4 Special Hydraulic Structures. Special hydraulic
structures are structures that are contained inside liquid-
containing structures. These structures are exposed to liquids
on both wall surfaces at the same head elevation under normal
operating conditions. Special hydraulic structures are subjected
to out-of-plane forces only during an earthquake where the
structure is subjected to differential hydrodynamic fluid forces.
Examples of special hydraulic structures include separation
walls, baffle walls, weirs, and other similar structures.

15.6.4.1 Design Basis. Special hydraulic structures shall be
designed for out-of-phase movement of the fluid. Unbalanced
forces from the motion of the liquid must be applied
simultaneously “in front of” and “behind” these elements.

Structures subject to hydrodynamic pressures induced by earth-
quakes shall be designed for rigid body and sloshing liquid forces
and their own inertia force. The height of sloshing shall be
determined and compared with the freeboard height of the struc-
ture. Interior elements, such as baffles or roof supports, also shall
be designed for the effects of unbalanced forces and sloshing.

15.6.5 Secondary Containment Systems. Secondary
containment systems, such as impoundment dikes and walls,
shall meet the requirements of the applicable standards for tanks
and vessels and the Authority Having Jurisdiction.

Secondary containment systems shall be designed to withstand
the effects of the maximum considered earthquake ground
motion where empty and two-thirds of the maximum considered
earthquake ground motion where full including all hydrodynamic
forces as determined in accordance with the procedures of
Section 11.4. Where determined by the risk assessment required
by Section 1.5.3 or by the Authority Having Jurisdiction that the
site may be subject to aftershocks of the same magnitude as the
maximum considered motion, secondary containment systems
shall be designed to withstand the effects of the maximum
considered earthquake ground motion where full including all
hydrodynamic forces as determined in accordance with the
procedures of Section 11.4.

15.6.5.1 Freeboard. Sloshing of the liquid within the
secondary containment area shall be considered in determining
the height of the impoundment. Where the primary containment
has not been designed with a reduction in the structure category
(i.e., no reduction in Importance Factor Ie) as permitted by
Section 1.5.3, no freeboard provision is required. Where the
primary containment has been designed for a reduced structure
category (i.e., Importance Factor Ie reduced) as permitted by
Section 1.5.3, a minimum freeboard, δs, shall be provided where

δs = 0.42DSac (15.6-1)

where Sac is the spectral acceleration of the convective
component and is determined according to the procedures of
Section 15.7.6.1 using 0.5% damping. For circular impoundment
dikes, D shall be taken as the diameter of the impoundment dike.
For rectangular impoundment dikes, D shall be taken as the plan
dimension of the impoundment dike, L, for the direction under
consideration.

15.6.6 Telecommunication Towers. Self-supporting and guyed
telecommunication towers shall be designed to resist seismic
lateral forces determined in accordance with Section 15.4.

15.6.7 Steel Tubular Support Structures for Onshore Wind
Turbine Generator Systems. Steel tubular support structures
for onshore wind turbine generator systems shall be designed to

resist seismic lateral forces determined in accordance with
Section 15.4.

15.6.8 Ground-Supported Cantilever Walls or Fences

15.6.8.1 General. Ground-supported cantilever walls or fences
6 ft (1.83 m) or greater in height shall satisfy the requirements of
this section. Earth-retaining structures shall comply with
Section 15.6.1.

15.6.8.2 Design Basis. Walls or fences shall be designed to
resist earthquake ground motions in accordance with
Section 15.4. Detailed plain and ordinary plain concrete or
masonry walls or fences and ordinary plain autoclaved aerated
concrete (AAC) walls or fences are not permitted in Seismic
Design Category C, D, E, and F.

15.7 TANKS AND VESSELS

15.7.1 General. This section applies to all tanks, vessels, bins,
silos, andsimilar containers storing liquids,gases,andgranular solids
supported at the base (hereafter referred to generically as “tanks and
vessels”). Tanks and vessels covered herein include reinforced
concrete, prestressed concrete, steel, aluminum, and fiber-
reinforced plastic materials. Tanks supported on elevated levels in
buildings shall be designed in accordance with Section 15.3.

15.7.2 Design Basis. Tanks and vessels storing liquids, gases,
and granular solids shall be designed in accordance with this
standard and shall be designed to meet the requirements of the
applicable reference documents listed in Chapter 23. Resistance to
seismic forces shall be determined from a substantiated analysis
based on the applicable reference documents listed in Chapter 23.

a. Damping for the convective (sloshing) force component
shall be taken as 0.5%.

b. Impulsive and convective components shall be combined by
the direct sum or the square root of the sum of the squares
(SRSS) method where the modal periods are separated.
If significant modal coupling may occur, the complete
quadratic combination (CQC) method shall be used.

c. Vertical earthquake forces shall be considered in accor-
dance with the applicable reference document. If the
reference document permits the user the option of including
or excluding the vertical earthquake force to comply with
this standard, it shall be included. For tanks and vessels not
covered by a reference document, the forces caused by the
vertical acceleration shall be defined as follows:
(1) Hydrodynamic vertical and lateral forces in non-cylin-

drical tank walls: The increase in hydrostatic pressures
caused by the vertical excitation of the contained liquid
shall correspond to an effective increase in unit weight,
γL, of the stored liquid equal to 0.4SavγL, where Sav is
taken as the peak of the vertical response spectrum
defined in Section 11.9.

(2) Hydrodynamic hoop forces in cylindrical tank walls: In
a cylindrical tank wall, the hoop force per unit height,
Nh, at height y from the base, associatedwith the vertical
excitation of the contained liquid, shall be computed in
accordancewithEq. (15.7-1). Thehoop force associated
with the vertical excitation of the liquid shall be com-
binedwith the impulsive and convective components by
the direct sum or SRSS method:

Nh =
Sav
R

γLðHL − yÞ
�
Di

2

�
(15.7-1)
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where

Di = inside tank diameter;
HL = liquid height inside the tank;
y = distance from base of the tank to height being

investigated;
γL = unit weight of stored liquid; and
Sav = vertical seismic parameter from Section 11.9,

determined natural period of vibration of vertical
liquid motion.

(3) Vertical inertia forces in cylindrical and rectangular
tank walls: Vertical inertia forces associated with the
vertical acceleration of the structure itself shall be
taken as equal to 0.4SavW where Sav is taken as the
peak of the vertical response spectrum defined in
Section 11.9.

15.7.3 Strength and Ductility. Structural members that are part
of the seismic force-resisting system shall be designed to provide
the following:

a. Connections to seismic force-resisting elements, excluding
anchors (bolts or rods) embedded in concrete, shall be
designed to develop Ω0 times the calculated connection
design force. For anchors (bolts or rods) embedded in
concrete, the design of the anchor embedment shall meet
the requirements of Section 15.7.5. Additionally, the
connection of the anchors to the tank or vessel shall be
designed to develop the lesser of the strength of the
anchor in tension as determined by the reference document
or Ω0 times the calculated anchor design force. The over-
strength requirements of Section 12.4.3 and the Ω0
values tabulated in Table 15.4-2 do not apply to the
design of walls, including interior walls, of tanks or
vessels.

b. Penetrations, manholes, and openings in shell elements shall
be designed to maintain the strength and stability of the shell
to carry tensile and compressive membrane shell forces.

c. Support towers for tanks and vessels, where the support
tower is integral with the tank or vessel, with irregular
bracing, unbraced panels, asymmetric bracing, or concen-
trated masses shall be designed using the requirements of

Section 12.3.2 for irregular structures. Support towers
using chevron or eccentrically braced framing shall comply
with the seismic requirements of this standard. Support
towers using tension-only bracing shall be designed such
that the full cross section of the tension element can yield
during overload conditions.

d. In support towers for tanks and vessels, where the support
tower is integral with the tank or vessel, compression struts
that resist the reaction forces from tension braces shall be
designed to resist the lesser of the yield load of the brace,
AgFy, or Ωo times the calculated tension load in the brace.

e. The vessel stiffness relative to the support system (founda-
tion, support tower, skirt, etc.) shall be considered in
determining forces in the vessel, the resisting elements,
and the connections.

f. For concrete liquid-containing structures, system ductility
and energy dissipation under unfactored loads shall not be
allowed to be achieved by inelastic deformations to such a
degree as to jeopardize the serviceability of the structure.
Stiffness degradation and energy dissipation shall be
allowed to be obtained either through limited microcrack-
ing, or by means of lateral force resistance mechanisms that
dissipate energy without damaging the structure.

15.7.4 Flexibility of Piping Attachments. Design of piping
systems connected to tanks and vessels shall consider the
potential movement of the connection points during
earthquakes and provide sufficient flexibility to avoid release
of the product by failure of the piping system. The piping system
and supports shall be designed so as not to impart significant
mechanical loading on the attachment to the tank or vessel shell.
Mechanical devices that add flexibility, such as bellows,
expansion joints, and other flexible apparatus, are permitted to
be used where they are designed for seismic displacements and
defined operating pressure.
Unless otherwise calculated, the minimum displacements in

Table 15.7-1 shall be assumed. For attachment points located
above the support or foundation elevation, the displacements in
Table 15.7-1 shall be increased to account for drift of the tank or
vessel relative to the base of support. The piping system and tank
connection shall also be designed to tolerate Cd times the
displacements given in Table 15.7-1 without rupture, although

Table 15.7-1 Minimum Design Displacements for Piping Attachments

Condition Displacements (in.) (mm)

Mechanically Anchored Tanks and Vessels
Upward vertical displacement relative to support or foundation 1 (25.4)
Downward vertical displacement relative to support or foundation 0.5 (12.7)
Range of horizontal displacement (radial and tangential) relative to support or foundation 0.5 (12.7)
Self-Anchored Tanks or Vessels (at grade)
Upward vertical displacement relative to support or foundation:
If designed in accordance with a reference document as modified by this standard:
Anchorage ratio less than or equal to 0.785 (indicates no uplift) 1 (25.4)
Anchorage ratio greater than 0.785 (indicates uplift) 4 (101.1)

If designed for seismic loads in accordance with this standard but not covered by a reference document:
For tanks and vessels with a diameter less than 40 ft (12.2 m) 8 (202.2)
For tanks and vessels with a diameter equal to or greater than 40 ft (12.2 m) 12 (0.305)

Downward vertical displacement relative to support or foundation:
For tanks with a ringwall/mat foundation 0.5 (12.7)
For tanks with a berm foundation 1 (25.4)

Range of horizontal displacement (radial and tangential) relative to support or foundation 2 (50.8)
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permanent deformations and inelastic behavior in the piping
supports and tank shell are permitted. For attachment points
located above the support or foundation elevation, the displace-
ments in Table 15.7-1 shall be increased to account for drift of the
tank or vessel. The values given in Table 15.7-1 do not include
the influence of relative movements of the foundation and piping
anchorage points caused by foundation movements (e.g., settle-
ment or seismic displacements). The effects of the foundation
movements shall be included in the piping system design,
including the determination of the mechanical loading on the
tank or vessel, and the total displacement capacity of the
mechanical devices intended to add flexibility.

The anchorage ratio, J, for self-anchored tanks shall comply
with the criteria shown in Table 15.7-2 and is defined as

J =
Mrw

D2ðwt þ waÞ
(15.7-2)

where

wt =
Ws

πD
þ wr (15.7-3)

wr = roof load acting on the shell [lb/ft (N/m)] of shell
circumference. Only permanent roof loads shall be includ-
ed. Roof live load shall not be included.

wa = maximum weight of the tank contents that may be used to
resist the shell overturning moment [lb/ft (N/m)] of shell
circumference; wa usually consists of an annulus of liquid
limited by the bending strength of the tank bottom or
annular plate.

Mrw = the overturning moment applied at the bottom of the shell
caused by the seismic design loads [ft-lb (N-m)] (also
known as the “ringwall moment”).

D = tank diameter [ft (m)].
Ws = total weight of tank shell [lb (N)].

15.7.5 Anchorage. Tanks and vessels at grade are permitted to
be designed without anchorage where they meet the requirements
for self-anchored tanks in reference documents. Tanks and
vessels supported above grade on structural towers or building
structures shall be anchored to the supporting structure.

The following special detailing requirements shall apply to
steel tank and vessel anchor bolts in Seismic Design Category C,
D, E, and F. Anchorage shall be in accordance with Sec-
tion 15.4.9, whereby the anchor embedment into the concrete
shall be designed to develop the steel strength of the anchor in
tension. The steel strength of the anchor in tension shall be
determined in accordance with ACI 318, Eq. 17.4.1.2. The
anchor shall have a minimum gauge length of eight diameters.
Post-installed anchors are permitted to be used in accordance

with Section 15.4.9.3 provided that the anchor embedment into
the concrete is designed to develop the steel strength of the
anchor in tension. In either case, the load combinations including
overstrength of Section 12.4.3 are not to be used to size the
anchor bolts for tanks and horizontal and vertical vessels.

15.7.6 Ground-Supported Storage Tanks for Liquids

15.7.6.1 General. Ground-supported, flat-bottom tanks storing
liquids shall be designed to resist the seismic forces calculated
using one of the following procedures:

a. The base shear and overturning moment are calculated as if
the tank and the entire contents are a rigid mass system per
Section 15.4.2 of this standard.

b. Tanks or vessels storing liquids in Risk Category IV, or
with a diameter greater than 20 ft (6.1 m), shall be designed
to consider the hydrodynamic pressures of the liquid in
determining the equivalent lateral forces and lateral force
distribution per the applicable reference documents listed
in Chapter 23 and the requirements of Section 15.7.

c. The force and displacement requirements of Section 15.4
are used.

The design of tanks storing liquids shall consider the impulsive
and convective (sloshing) effects and their consequences on the
tank, foundation, and attached elements. The impulsive compo-
nent corresponds to the high-frequency amplified response to the
lateral ground motion of the tank roof, the shell, and the portion
of the contents that moves in unison with the shell. The convec-
tive component corresponds to the low-frequency amplified
response of the contents in the fundamental sloshing mode.
Damping for the convective component shall be 0.5% for the
sloshing liquid unless otherwise defined by the reference docu-
ment. The following definitions shall apply:

Di = inside diameter of tank or vessel;
HL = design liquid height inside the tank or vessel;
L = inside length of a rectangular tank, parallel to the direction

of the earthquake force being investigated;
Nh = hydrodynamic hoop force per unit height in the wall of a

cylindrical tank or vessel;
Tc = natural period of the first (convective) mode of sloshing;
Ti = fundamental period of the tank structure and impulsive

component of the content;
Vi = base shear caused by impulsive component from weight of

tank and contents;
Vc = base shear caused by the convective component of the

effective sloshing mass;
y = distance from base of the tank to level being investigated;

and
γL = unit weight of stored liquid.

The seismic base shear is the combination of the impulsive and
convective components:

V =Vi þ Vc (15.7-4)

where

Vi =
SaiWi

ðRIeÞ
(15.7-5)

Vc =
SacIe
1.5

Wc (15.7-6)

Table 15.7-2 Anchorage Ratio

J Anchorage Ratio Criteria

J < 0.785 No uplift under the design seismic overturning
moment. The tank is self-anchored.

0.785 < J < 1.54 Tank is uplifting, but the tank is stable for the design
load, provided that the shell compression
requirements are satisfied. The tank is
self-anchored.

J > 1.54 Tank is not stable and shall be mechanically anchored
for the design load.
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where

Sai = the spectral acceleration as a multiplier of gravity including
the site impulsive components at period Ti and 5% damping.

Wi = impulsive weight (impulsive component of liquid, roof and
equipment, shell, bottom, and internal elements); and

Wc = the portion of the liquid weight sloshing.

For Ti ≤ Ts,

Sai = SDS (15.7-7)

For Ts < Ti ≤ TL,

Sai =
SD1
Ti

(15.7-8)

For Ti > TL,

Sai =
SD1TL

T2
i

(15.7-9)

NOTES:

a. Where a reference document is used in which the spectral
acceleration for the tank shell and the impulsive component
of the liquid are independent of Ti, then Sai = SDS.

b. Eqs. (15.7-8) and (15.7-9) shall not be less than the
minimum values required in Section 15.4.1, Item 2, multi-
plied by R/Ie.

c. Impulsive and convective seismic forces for tanks are
permitted to be combined using the square root of the sum
of the squares (SRSS) method in lieu of the direct sum
method shown in Section 15.7.6 and its related subsections.

Sac = the spectral acceleration of the sloshing liquid (convective
component) based on the sloshing period Tc and 0.5%
damping.

For Tc ≤ TL:

Sac =
1.5SD1
Tc

≤ SDS (15.7-10)

For Tc > TL:

Sac =
1.5SD1TL

T2
c

(15.7-11)

EXCEPTION: For Tc > 4 s, Sac is permitted to be determined
by a site-specific study using one or more of the following
methods: (1) the procedures found in Chapter 21, provided that
such procedures, which rely on ground-motion attenuation equa-
tions for computing response spectra, cover the natural period
band containing Tc; (2) ground-motion simulation methods that
use seismological models of fault rupture and wave propagation;
and (3) analysis of representative strong-motion accelerogram
data with reliable long-period content extending to periods
greater than Tc. Site-specific values of Sac shall be based on
one standard deviation determinations. However, in no case shall
the value of Sac be taken as less than the value determined in
accordance with Eq. (15.7-11) using 50% of the mapped value of
TL from Chapter 22.
The 80% limit on Sa required by Sections 21.3 and 21.4 shall

not apply to the determination of site-specific values of Sac,
which satisfy the requirements of this exception. In determining
the value of Sac, the value of TL shall not be less than 4 s where

Tc = 2π

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
D

3.68g tanh

�
3.68H
D

�
vuuut (15.7-12)

and where

D = the tank diameter [ft (m)]
H = liquid height [ft (m)]
g = acceleration caused by gravity in consistent units;

15.7.6.1.1 Distribution of Hydrodynamic and Inertia Forces.
Unless otherwise required by the appropriate reference document
listed in Chapter 23, the method given in ACI 350.3 is permitted
to be used to determine the vertical and horizontal distribution of
the hydrodynamic and inertial forces on the walls of circular and
rectangular tanks.

15.7.6.1.2 Sloshing. Sloshing of the stored liquid shall be taken
into account in the seismic design of tanks and vessels in
accordance with the following requirements:

a. The height of the sloshing liquid, δs, above the product
design height shall be computed using Eq. (15.7-13):

δs = 0.42DiIeSac (15.7-13)

For cylindrical tanks, Di shall be the inside diameter of the
tank; for rectangular tanks, the term Di shall be replaced by
the longitudinal plan dimension of the tank, L, for the
direction under consideration.

b. For tanks in Risk Category IV, the value of the Importance
Factor, Ie, used for freeboard determination only, shall be
taken as 1.0.

c. For tanks in Risk Categories I, II, and III, the value of TL
used for freeboard determination is permitted to be set
equal to 4 s. The value of the Importance Factor, Ie, used
for freeboard determination for tanks in Risk Categories I,
II, and III shall be the value determined from Table 1.5-1.

d. The effects of sloshing shall be accommodated by means of
one of the following:
1. A minimum freeboard in accordance with Table 15.7-3.
2. A roof and supporting structure designed to contain the

sloshing liquid in accordance with subsection e below.
3. Secondary containment is provided to control the prod-

uct spill.
4. For open-top tanks or vessels only, an overflow spill-

way around the tank or vessel perimeter.

EXCEPTION: No minimum freeboard is required for
open-top tanks where the following conditions are met:
1. Contained fluid is not toxic, explosive, or highly toxic

and has been approved by the Authority Having Juris-
diction as acceptable for product spill.

Table 15.7-3 Minimum Required Freeboard

Value of SDS

Risk Category

I or II III IV

SDS < 0.33g Not required Not required δs
SDS ≥ 0.33g Not required 0.7δs δs
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2. Site-specific product spill prevention, control, and coun-
termeasure plan (SPCC) has been developed and ap-
proved by the Authority Having Jurisdiction to properly
handle resulting spill. The SPCC shall account for
proper site drainage, infiltration, foundation scour, and
protection of adjacent facilities from sloshing spill.

e. If the sloshing is restricted because the freeboard is less
than the computed sloshing height, then the roof and
supporting structure shall be designed for an equivalent
hydrostatic head equal to the computed sloshing height less
the freeboard. In addition, the design of the tank shall use
the confined portion of the convective (sloshing) mass as an
additional impulsive mass.

15.7.6.1.3 Equipment and Attached Piping. Equipment, piping,
and walkways or other appurtenances attached to the structure
shall be designed to accommodate the displacements imposed by
seismic forces. For piping attachments, see Section 15.7.4.

15.7.6.1.4 Internal Elements. The attachments of internal equip-
ment and accessories that are attached to the primary liquid or
pressure retaining shell or bottom or that provide structural support
for major elements (e.g., a column supporting the roof rafters) shall
be designed for the lateral loads caused by the sloshing liquid in
addition to the inertial forces by a substantiated analysis method.

15.7.6.1.5 Sliding Resistance. The transfer of the total lateral
shear force between the tank or vessel and the subgrade shall be
considered:

a. For flat-bottom steel tanks, the overall horizontal seismic
shear force is permitted to be resisted by friction between
the tank bottom and the foundation or subgrade. Storage
tanks shall be designed such that sliding does not occur
where the tank is full of stored product. The maximum
calculated seismic base shear, V , shall not exceed

V < W tan 30° (15.7-14)

W shall be determined using the effective seismic weight of
the tank, roof, and contents after reduction for coincident
vertical earthquake. Lower values of the friction factor shall
be used if the design of the tank bottom to supporting
foundation does not justify the friction value above
(e.g., leak detection membrane beneath the bottom with
a lower friction factor, smooth bottoms, etc.). Alternatively,
the friction factor is permitted to be determined by testing in
accordance with Section 11.1.4.

b. No additional lateral anchorage is required for steel tanks
designed in accordance with reference documents.

c. The lateral shear transfer behavior for special tank config-
urations (e.g., shovel bottoms, highly crowned tank bot-
toms, or tanks on grillage) can be unique and are beyond
the scope of this standard.

15.7.6.1.6 Local Shear Transfer. Local transfer of the shear
from the roof to the wall and the wall of the tank into the base
shall be considered. For cylindrical tanks and vessels, the peak
local tangential shear per unit length shall be calculated by

vmax =
2V
πD

(15.7-15)

a. Tangential shear in flat-bottom steel tanks shall be trans-
ferred through the welded connection to the steel bottom.
This transfer mechanism is deemed acceptable for steel
tanks designed in accordance with the reference documents
where SDS < 1.0g.

b. For concrete tanks with a sliding base where the lateral
shear is resisted by friction between the tank wall and the
base, the friction coefficient value used for design shall not
exceed tan 30°.

c. Fixed-base or hinged-base concrete tanks transfer the hori-
zontal seismic base shear shared by membrane (tangential)
shear and radial shear into the foundation. For anchored
flexible-base concrete tanks, the majority of the base shear
is resisted by membrane (tangential) shear through the an-
choring system with only insignificant vertical bending in the
wall. The connection between the wall and the floor shall be
designed to resist the maximum tangential shear.

15.7.6.1.7 Pressure Stability. For steel tanks, the internal pres-
sure from the stored product stiffens thin cylindrical shell
structural elements subjected to membrane compression forces.
This stiffening effect is permitted to be considered in resisting
seismically induced compressive forces if they are permitted by
the reference document or the Authority Having Jurisdiction.

15.7.6.1.8 Shell Support. Steel tanks resting on concrete ring-
walls or slabs shall have a uniformly supported annulus under the
shell. Uniform support shall be provided by one of the following
methods:

a. Shimming and grouting the annulus,
b. Using fiberboard or other suitable padding,
c. Using butt-welded bottom or annular plates resting directly

on the foundation, and
d. Using closely spaced shims (without structural grout),

provided that the localized bearing loads are considered
in the tank wall and foundation to prevent local crippling
and spalling.

Mechanically anchored tanks shall be shimmed and grouted.
Local buckling of the steel shell for the peak compressive force
caused by operating loads and seismic overturning shall be
considered.

15.7.6.1.9 Repair, Alteration, or Reconstruction. Repairs, mod-
ifications, or reconstruction (i.e., cut down and re-erect) of a tank
or vessel shall conform to industry standard practice and this
standard. For welded steel tanks storing liquids, see API 653
and the applicable reference document listed in Chapter 23.
Tanks that are relocated shall be reevaluated for the seismic
loads for the new site and the requirements of new construction in
accordance with the appropriate reference document and this
standard.

Table 15.7-4 Maximum Material Strength

Material
Minimum

Ratio Fu /Fy

Max. Material
Strength Vessel
Material (%)

Max. Material
Strength
Threaded

Material (%)a

Ductile (e.g., steel,
aluminum, copper)

1.33b 90c 70c

Semiductile 1.2d 70c 50c

Nonductile (e.g., cast
iron, ceramics, fiberglass)

NA 25e 20e

aThreaded connection to vessel or support system.
bMinimum 20% elongation per the ASTM material specification.
cBased on material minimum specified yield strength.
dMinimum 15% elongation per the ASTM material specification.
eBased on material minimum specified tensile strength.
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15.7.7 Water Storage and Water Treatment Tanks and
Vessels

15.7.7.1 Welded Steel. Welded steel water storage tanks and
vessels shall be designed in accordance with the seismic
requirements of AWWA D100 with the following exceptions:

a. The seismic design ground motion values shall be deter-
mined according to Section 11.4.b. Modify AWWA D100,
Section 13.5.4.4 as follows:

13.5.4.4 Freeboard. Sloshing shall be considered in
determining the freeboard above the MOL. Freeboard
is defined as the distance from the MOL to the lowest
level of roof framing. The freeboard provided shall
meet the requirements of Table 29, unless otherwise
specified. The sloshing wave height : : :

15.7.7.2 Bolted Steel. Bolted steel water storage structures
shall be designed in accordance with the seismic requirements
of AWWA D103, with the following exceptions.

a. The seismic design ground motion values shall be deter-
mined according to Section 11.4.

b. For Type 6 tanks, the overturning ratio, J, as determined
using AWWA D103, Eq. (14-32) shall not exceed 0.785.

15.7.7.3 Reinforced and Prestressed Concrete. Reinforced
and prestressed concrete tanks shall be designed in accordance
with the seismic requirements of AWWA D110, AWWA D115,
or ACI 350.3, except that the Importance Factor, Ie, shall be
determined according to Section 15.4.1.1; the response
modification coefficient, R, shall be taken from Table 15.4-2;
the seismic design ground motion values shall be determined
according to Section 11.4; and the design input forces for
strength design procedures shall be determined using the
procedures of ACI 350.3, except that Sac shall be substituted
for Cc in ACI 350.3, Section 9.4.2, using Eqs. (15.7-10) for Tc ≤
TL and (15.7-11) for Tc > TL from Section 15.7.6.1.

15.7.8 Petrochemical and Industrial Tanks and Vessels
Storing Liquids

15.7.8.1 Welded Steel. Welded steel flat-bottom, ground-
supported petrochemical tanks, industrial tanks, and vessels
storing liquids under an internal pressure less than or equal to
2.5 psig (17.2 kPa g) shall be designed in accordance with the
seismic requirements of API 650. Welded steel flat-bottom,
ground-supported petrochemical tanks, industrial tanks, and
vessels storing liquids under an internal pressure greater than
2.5 psig (17.2 kPa g) and less than or equal to 15 psig (104.4 kPa
g) shall be designed in accordance with the seismic requirements
of API 620.

15.7.8.2 Bolted Steel. Bolted steel tanks are used for storage of
production liquids. API 12B covers the material, design, and
erection requirements for vertical, cylindrical, and above ground
bolted tanks in nominal capacities of 100 to 10,000 barrels for
production service. Unless required by the Authority Having
Jurisdiction, these temporary structures need not be designed for
seismic loads. If design for seismic load is required, the loads are
permitted to be adjusted for the temporary nature of the
anticipated service life.

15.7.8.3 Reinforced and Prestressed Concrete. Reinforced
concrete tanks for the storage of petrochemical and industrial
liquids shall be designed in accordance with the force
requirements of Section 15.7.7.3.

15.7.9 Ground-Supported Storage Tanks for Granular
Materials

15.7.9.1 General. The intergranular behavior of the material
shall be considered in determining effective mass and load paths,
including the following behaviors:

a. Increased lateral pressure (and the resulting hoop stress)
caused by loss of the intergranular friction of the material
during seismic shaking;

b. Increased hoop stresses generated from temperature
changes in the shell after the material has been compacted;
and

c. Intergranular friction, which can transfer seismic shear
directly to the foundation.

15.7.9.2 Lateral Force Determination. The lateral forces for
tanks and vessels storing granular materials at grade shall be
determined by the requirements and accelerations for short-
period structures (i.e., SDS).

15.7.9.3 Force Distribution to Shell and Foundation

15.7.9.3.1 Increased Lateral Pressure. The increase in lateral
pressure on the tank wall shall be added to the static design lateral
pressure but shall not be used in the determination of pressure
stability effects on the axial buckling strength of the tank shell.

15.7.9.3.2 Effective Mass. A portion of a stored granular mass
acts with the shell (the effective mass). The effective mass is
related to the physical characteristics of the product, the height-
to-diameter (H/D) ratio of the tank, and the intensity of the
seismic event. The effective mass shall be used to determine the
shear and overturning loads resisted by the tank.

15.7.9.3.3 Effective Density. The effective density factor (that
part of the total stored mass of product that is accelerated by the
seismic event) shall be determined in accordance with ACI 313.

15.7.9.3.4 Lateral Sliding. For granular storage tanks that have
a steel bottom and are supported such that friction at the bottom
to foundation interface can resist lateral shear loads, no additional
anchorage to prevent sliding is required. For tanks without steel
bottoms (i.e., the material rests directly on the foundation), shear
anchorage shall be provided to prevent sliding.

15.7.9.3.5 Combined Anchorage Systems. If separate anchorage
systems are used to prevent overturning and sliding, the relative
stiffness of the systems shall be considered in determining the
load distribution.

15.7.9.4 Welded Steel Structures. Welded steel granular
storage structures shall be designed in accordance with the
seismic requirements of this standard. Component allowable
stresses and materials shall be per AWWA D100, except that
the allowable circumferential membrane stresses and material
requirements in API 650 shall apply.

15.7.9.5 Bolted Steel Structures. Bolted steel granular storage
structures shall be designed in accordance with the seismic
requirements of this section. Component allowable stresses
and materials shall be per AWWA D103.

15.7.9.6 Reinforced Concrete Structures. Reinforced
concrete structures for the storage of granular materials shall
be designed in accordance with the seismic force requirements of
this standard and the requirements of ACI 313.

15.7.9.7 Prestressed Concrete Structures. Prestressed
concrete structures for the storage of granular materials shall
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be designed in accordance with the seismic force requirements of
this standard and the requirements of ACI 313.

15.7.10 Elevated Tanks and Vessels for Liquids and
Granular Materials

15.7.10.1 General. This section applies to tanks, vessels, bins,
and hoppers that are elevated above grade where the supporting
tower is an integral part of the structure. Tanks and vessels that are
supported by another structure are considered mechanical
equipment and shall be designed in accordance with Section 15.3.

Elevated tanks shall be designed for the force and displace-
ment requirements of the applicable reference document or
Section 15.4.

15.7.10.2 Effective Mass. The design of the supporting tower
or pedestal, anchorage, and foundation for seismic overturning
shall assume that the material stored is a rigid mass acting at the
volumetric center of gravity. The effects of fluid–structure
interaction are permitted to be considered in determining the
forces, effective period, and mass centroids of the system if the
following requirements are met:

a. The sloshing period, Tc, is greater than 3T where T =
natural period of the tank with confined liquid (rigid mass)
and supporting structure, and

b. The sloshing mechanism (i.e., the percentage of convective
mass and centroid) is determined for the specific configu-
ration of the container by detailed fluid–structure interac-
tion analysis or testing.

Soil–structure interaction is permitted to be included in deter-
mining T , provided that the requirements of Chapter 19 are met.

15.7.10.3 P-Delta Effects. The lateral drift of the elevated tank
shall be considered as follows:

a. The design drift, as determined by an elastic analysis, shall
be increased by the factor Cd/Ie for evaluating the addi-
tional load in the support structure.

b. The base of the tank shall be assumed to be fixed rota-
tionally and laterally.

c. Deflections caused by bending, axial tension, or compres-
sion shall be considered. For pedestal tanks with a height-
to-diameter ratio less than 5, shear deformations of the
pedestal shall be considered.

d. The dead load effects of roof-mounted equipment or plat-
forms shall be included in the analysis.

e. If constructed within the plumbness tolerances specified by
the reference document, initial tilt need not be considered in
the P-delta analysis.

15.7.10.4 Transfer of Lateral Forces into Support Tower.
For post-supported tanks and vessels that are cross-braced:

a. The bracing shall be installed in such a manner as to
provide uniform resistance to the lateral load (e.g., preten-
sioning or tuning to attain equal sag).

b. The additional load in the brace caused by the eccentricity
between the post-to-tank attachment and the line of action
of the bracing shall be included.

c. Eccentricity of compression strut line of action (elements
that resist the tensile pull from the bracing rods in the
seismic force-resisting systems) with their attachment
points shall be considered.

d. The connection of the post or leg with the foundation shall
be designed to resist both the vertical and lateral resultant
from the yield load in the bracing, assuming that the

direction of the lateral load is oriented to produce the
maximum lateral shear at the post-to-foundation interface.
Where multiple rods are connected to the same location, the
anchorage shall be designed to resist the concurrent tensile
loads in the braces.

15.7.10.5 Evaluation of Structures Sensitive to Buckling
Failure. Shell structures that support substantial loads may
exhibit a primary mode of failure from localized or general
buckling of the support pedestal or skirt caused by seismic
loads. Such structures may include single-pedestal water
towers, skirt-supported process vessels, and similar single-
member towers. Where the structural assessment concludes
that buckling of the support is the governing primary mode of
failure, structures specified in this standard to be designed to
subsections a and b below and those that are assigned as Risk
Category IV shall be designed to resist the seismic forces as
follows:

a. The seismic response coefficient for this evaluation shall be
in accordance with Section 12.8.1.1 of this standard with
Ie/R set equal to 1.0. Soil–structure and fluid–structure
interactions are permitted to be used in determining the
structural response. Vertical or orthogonal combinations
need not be considered.

b. The resistance of the structure shall be defined as the
critical buckling resistance of the element, that is, a factor
of safety set equal to 1.0.

15.7.10.6 Welded Steel Water Storage Structures. Welded
steel elevated water storage structures shall be designed and
detailed in accordance with the seismic requirements of AWWA
D100 with the structural height limits imposed by Table 15.4-2.

15.7.10.7 Concrete Pedestal (Composite) Tanks. Concrete
pedestal (composite) elevated water storage structures shall be
designed in accordance with the requirements of AWWA D107,
except that the seismic design ground motion values shall be
determined according to Section 11.4.

15.7.11 Boilers and Pressure Vessels

15.7.11.1 General. Attachments to the pressure boundary,
supports, and seismic force-resisting anchorage systems for
boilers and pressure vessels shall be designed to meet the
force and displacement requirements of Section 15.3 or 15.4
and the additional requirements of this section. Boilers and
pressure vessels categorized as Risk Categories III or IV shall
be designed to meet the force and displacement requirements of
Section 15.3 or 15.4.

15.7.11.2 ASME Boilers and Pressure Vessels. Boilers or
pressure vessels designed and constructed in accordance with
ASME BPVC shall be deemed to meet the requirements of this
section provided that the force and displacement requirements of
Section 15.3 or 15.4 are used with appropriate scaling of the force
and displacement requirements to the working stress design basis.

15.7.11.3 Attachments of Internal Equipment and
Refractory. Attachments to the pressure boundary for internal
and external ancillary components (refractory, cyclones, trays,
etc.) shall be designed to resist the seismic forces specified
in this standard to safeguard against rupture of the pressure
boundary. Alternatively, the element attached is permitted to be
designed to fail before damaging the pressure boundary provided
that the consequences of the failure do not place the pressure
boundary in jeopardy. For boilers or vessels containing liquids,

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 159

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



the effect of sloshing on the internal equipment shall be considered
if the equipment can damage the integrity of the pressure
boundary.

15.7.11.4 Coupling of Vessel and Support Structure. Where
the mass of the operating vessel or vessels supported is greater
than 25% of the total mass of the combined structure, the
structure and vessel designs shall consider the effects of
dynamic coupling between each other. Coupling with
adjacent, connected structures such as multiple towers shall be
considered if the structures are interconnected with elements that
transfer loads from one structure to the other.

15.7.11.5 Effective Mass. Fluid–structure interaction
(sloshing) shall be considered in determining the effective
mass of the stored material, provided that sufficient liquid
surface exists for sloshing to occur and that the Tc is greater
than 3T . Changes to or variations in material density with
pressure and temperature shall be considered.

15.7.11.6 Other Boilers and Pressure Vessels. Boilers and
pressure vessels designated Risk Category IV, but not
designed and constructed in accordance with the requirements
of ASME BPVC, shall meet the following requirements.
The seismic loads in combination with other service loads and

appropriate environmental effects shall not exceed the material
strength shown in Table 15.7-4.
Consideration shall be made to mitigate seismic impact loads

for boiler or vessel elements constructed of nonductile materials
or vessels operated in such a way that material ductility is
reduced (e.g., low-temperature applications).

15.7.11.7 Supports and Attachments for Boilers and
Pressure Vessels. Attachments to the pressure boundary and
support for boilers and pressure vessels shall meet the following
requirements:

a. Attachments and supports transferring seismic loads shall
be constructed of ductile materials suitable for the intended
application and environmental conditions.

b. Anchorage shall be in accordance with Section 15.4.9,
whereby the anchor embedment into the concrete is
designed to develop the steel strength of the anchor in
tension. The steel strength of the anchor in tension shall be
determined in accordance with ACI 318, Eq. (17.4.1.2).
The anchor shall have a minimum gauge length of eight
diameters. The load combinations including overstrength
of Section 12.4.3 are not to be used to size the anchor bolts
for tanks and horizontal and vertical vessels.

c. Seismic supports and attachments to structures shall be
designed and constructed so that the support or attachment
remains ductile throughout the range of reversing seismic
lateral loads and displacements.

d. Vessel attachments shall consider the potential effect on the
vessel and the support for uneven vertical reactions based on
variations in relative stiffness of the support members,
dissimilar details, nonuniform shimming, or irregular sup-
ports. Uneven distribution of lateral forces shall consider the
relative distribution of the resisting elements, the behavior of
the connection details, and vessel shear distribution.

The requirements of Sections 15.4 and 15.7.10.5 shall also be
applicable to this section.

15.7.12 Liquid and Gas Spheres

15.7.12.1 General. Attachments to the pressure or liquid
boundary, supports, and seismic force-resisting anchorage

systems for liquid and gas spheres shall be designed to meet
the force and displacement requirements of Section 15.3 or 15.4
and the additional requirements of this section. Spheres categorized
as Risk Category III or IV shall themselves be designed to meet the
force and displacement requirements of Section 15.3 or 15.4.

15.7.12.2 ASME Spheres. Spheres designed and constructed
in accordance with Section VIII of ASME BPVC shall be
deemed to meet the requirements of this section, provided that
the force and displacement requirements of Section 15.3 or 15.4
are used with appropriate scaling of the force and displacement
requirements to the working stress design basis.

15.7.12.3 Attachments of Internal Equipment and
Refractory. Attachments to the pressure or liquid boundary for
internal and external ancillary components (refractory, cyclones,
trays, etc.) shall be designed to resist the seismic forces specified in
this standard to safeguard against rupture of the pressure boundary.
Alternatively, the element attached to the sphere could be designed
to fail before damaging the pressure or liquid boundary, provided
that the consequences of the failure do not place the pressure
boundary in jeopardy. For spheres containing liquids, the effect of
sloshing on the internal equipment shall be considered if the
equipment can damage the pressure boundary.

15.7.12.4 Effective Mass. Fluid–structure interaction (sloshing)
shall be considered in determining the effective mass of the stored
material, provided that sufficient liquid surface exists for sloshing
to occur and that the Tc is greater than 3T . Changes to or variations
in fluid density shall be considered.

15.7.12.5 Post- and Rod-Supported Spheres. For post-
supported spheres that are cross-braced:

a. The requirements of Section 15.7.10.4 shall also be appli-
cable to this section.

b. The stiffening effect (reduction in lateral drift) from pre-
tensioning of the bracing shall be considered in determin-
ing the natural period.

c. The slenderness and local buckling of the posts shall be
considered.

d. Local buckling of the sphere shell at the post attachment
shall be considered.

e. For spheres storing liquids, bracing connections shall be
designed and constructed to develop the minimum pub-
lished yield strength of the brace. For spheres storing gas
vapors only, bracing connection shall be designed for Ω0
times the maximum design load in the brace. Lateral
bracing connections directly attached to the pressure or
liquid boundary are prohibited.

15.7.12.6 Skirt-Supported Spheres. For skirt-supported
spheres, the following requirements shall apply:

a. The requirements of Section 15.7.10.5 shall also apply.
b. The local buckling of the skirt under compressive mem-

brane forces caused by axial load and bending moments
shall be considered.

c. Penetration of the skirt support (manholes, piping, etc.)
shall be designed and constructed to maintain the strength
of the skirt without penetrations.

15.7.13 Refrigerated Gas Liquid Storage Tanks and Vessels

15.7.13.1 General. Tanks and facilities for the storage of
liquefied hydrocarbons and refrigerated liquids shall meet the

160 STANDARD 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



requirements of this standard. Low-pressure welded steel
flat-bottom, ground-supported storage tanks for liquefied
hydrocarbon gas (e.g., liquefied petroleum gas or butane)
and refrigerated liquids (e.g., ammonia) shall be designed
in accordance with the requirements of Section 15.7.8 and
API 620.

15.7.14 Horizontal, Saddle-Supported Vessels for Liquid or
Vapor Storage

15.7.14.1 General. Horizontal vessels supported on saddles
(sometimes referred to as “blimps”) shall be designed to meet
the force and displacement requirements of Section 15.3 or 15.4.

15.7.14.2 Effective Mass. Changes to or variations in material
density shall be considered. The design of the supports, saddles,
anchorage, and foundation for seismic overturning shall assume
that the material stored is a rigid mass acting at the volumetric
center of gravity.

15.7.14.3 Vessel Design. Unless a more rigorous analysis is
performed,

a. Horizontal vessels with a length-to-diameter ratio of 6 or
more are permitted to be assumed to be a simply supported

beam spanning between the saddles for determining
the natural period of vibration and global bending moment.

b. For horizontal vessels with a length-to-diameter ratio of
less than 6, the effects of “deep beam shear” shall be
considered where determining the fundamental period and
stress distribution.

c. Local bending and buckling of the vessel shell at the saddle
supports caused by seismic load shall be considered.
The stabilizing effects of internal pressure shall not be
considered to increase the buckling resistance of the vessel
shell.

d. If the vessel is a combination of liquid and gas storage, the
vessel and supports shall be designed both with and
without gas pressure acting (assume that piping has rup-
tured and pressure does not exist).

15.8 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

See Chapter 23 for the list of consensus standards and other
documents that shall be considered part of this standard to the
extent referenced in this chapter.
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CHAPTER 16

NONLINEAR RESPONSE HISTORY ANALYSIS

16.1 GENERAL REQUIREMENTS

16.1.1 Scope. It shall be permitted to use nonlinear response
history analysis in accordance with the requirements of this
chapter to demonstrate acceptable strength, stiffness, and
ductility to resist maximum considered earthquake (MCER)
shaking with acceptable performance. When nonlinear
response history analysis is performed, the design shall also
satisfy the requirements of Section 16.1.2. Nonlinear response
history analysis shall include the effects of horizontal motion,
and where required by Section 16.1.3, vertical motion.
Documentation of the design and analysis shall be prepared in
accordance with Section 16.1.4. Ground motion acceleration
histories shall be selected and modified in accordance with the
procedures of Section 16.2. The structure shall be modeled and
analyzed in accordance with the criteria in Section 16.3. Analysis
results shall meet the acceptance criteria of Section 16.4.
Independent structural design review shall be performed in
accordance with the requirements of Section 16.5.

16.1.2 Linear Analysis. In addition to nonlinear response
history analysis, a linear analysis in accordance with one of
the applicable procedures of Chapter 12 shall also be performed.
The structure’s design shall meet all applicable criteria of
Chapter 12. Where soil–structure interaction in accordance
with Chapter 19 is used in the nonlinear analysis, it shall be
permitted to also use the corresponding spectral adjustment in the
linear analysis.

EXCEPTIONS:

1. For Risk Category I, II, and III structures, Sections 12.12.1
and 12.12.5 do not apply to the linear analysis. Where
mean computed drifts from the nonlinear analyses exceed
150% of the permissible story drifts per Section 12.12.1,
deformation-sensitive nonstructural components shall be
designed for 2/3 of these mean drifts.

2. The overstrength factor, Ω0, is permitted to be taken as 1.0
for the seismic load effects of Section 12.4.3.

3. The redundancy factor, ρ, is permitted to be taken as 1.0.
4. Where accidental torsion is explicitly modeled in the

nonlinear analysis, it shall be permitted to take the value
of Ax as unity in the Chapter 12 analysis.

16.1.3 Vertical Response Analysis. Nonlinear response
history analysis shall explicitly include the effects of vertical
response where any of the following occur:

1. Vertical elements of the gravity force-resisting system are
discontinuous.

2. For nonbuilding structures, when Chapter 15 requires
consideration of vertical earthquake effects.

16.1.4 Documentation. Before performing the nonlinear anal-
ysis, project-specific design criteria shall be approved by the in-
dependent structural design reviewer(s) and the Authority Having
Jurisdiction. The project-specific criteria shall identify the following:

1. The selected seismic and gravity force-resisting systems
and procedures used in the structural design.

2. Geotechnical parameters including soil characteristics,
recommended foundation types, design parameters, seis-
mic hazard evaluation, target spectra, and selection and
scaling of acceleration histories.

3. Design loading, including gravity and environmental loads.
4. Analytical modeling approach and assumptions, including

software to be used, definition of mass, identification of
force-controlled and deformation-controlled behaviors,
description of which component actions are modeled elas-
tically and inelastically, expected material properties, basis
for hysteretic component modeling, component initial
stiffness assumptions, joint stiffness assumptions, dia-
phragm modeling, damping, and procedure for modeling
foundation–soil interaction.

5. Summaries of laboratory test data and other applicable data
used to justify the hysteretic component modeling or used
to justify acceptable structural performance.

6. Specific acceptance criteria values used for evaluating per-
formance of elements of the seismic force-resisting system.
Associated documentation shall also include identification
of component failure modes deemed indicative of collapse.

7. Where drifts exceed 150% of the applicable values permit-
ted in Section 12.12, the criteria used to demonstrate
acceptable deformation compatibility of components of
the gravity force-resisting system.

Following completion of analysis, the following documentation
shall be prepared and presented to the independent structural
design reviewer(s) and the Authority Having Jurisdiction:

1. Final geotechnical report, including soil shear strength,
stiffness, and damping characteristics; recommended foun-
dation types and design parameters; and seismic hazard
evaluation, including both the target spectra and selection
and scaling of ground motions.

2. Overall building dynamic behavior, including natural fre-
quencies, mode shapes, and modal mass participation.

3. Key structural response parameter results and comparisons
with the acceptance criteria of Section 16.4.

4. Detailing of critical elements.

16.2 GROUND MOTIONS

16.2.1 Target Response Spectrum. A target, 5%-damped,
MCER response spectrum shall be developed using either the
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procedures of Section 16.2.1.1 or Section 16.2.1.2. It shall be
permitted to consider the effects of base slab averaging and
foundation embedment in accordance with Chapter 19.
Where the effects of vertical earthquake shaking are included

in the analysis, a target MCER vertical spectrum shall also be
constructed.

16.2.1.1 Method 1. A single response spectrum shall be
developed, based on the requirements of either Section 11.4.7
or Section 11.4.8.

16.2.1.2 Method 2. Two or more site-specific target response
spectra shall be developed. When this method is used, the
following requirements shall be fulfilled, in addition to the
other requirements of this chapter:

1. Two or more periods shall be selected, corresponding to
those periods of vibration that significantly contribute
to the inelastic dynamic response of the building in two
orthogonal directions. In the selection of periods, lengthen-
ing of the elastic periods of the model shall be considered.

2. For each selected period, a target spectrum shall be created
that either matches or exceeds the MCER value at that
period. When developing the target spectrum (1) site-
specific disaggregation shall be performed to identify
earthquake events that contribute most to the MCER
ground motion at the selected period and (2) the target
spectrum shall be developed to capture one or more
spectral shapes for dominant magnitude and distance com-
binations revealed by the disaggregation.

3. The envelope of the target spectra shall not be less than
75% of the spectral values computed using Method 1 of
Section 16.2.1.1, for all periods in the range specified in
Section 16.2.3.1.

4. For each target response spectrum, a ground motion suite
for response history analyses shall be developed and used
in accordance with Sections 16.2.3 through Section 16.2.4.
The acceptance criteria requirements of Section 16.4 shall
be evaluated independently for each of the ground motion
suites.

Variations on the procedures described in this section are
permitted to be used when approved by the design review.

16.2.2 Ground Motion Selection. A suite of not less than
11 ground motions shall be selected for each target spectrum.
Ground motions shall consist of pairs of orthogonal horizontal
ground motion components and, where vertical earthquake
effects are considered, a vertical ground motion component.
Ground motions shall be selected from events within the same
general tectonic regime and having generally consistent
magnitudes and fault distances as those controlling the target
spectrum and shall have similar spectral shape to the target
spectrum. For near-fault sites, as defined in Section 11.4.1,
and other sites where MCER shaking can exhibit directionality
and impulsive characteristics, the proportion of ground motions
with near-fault and rupture directivity effects shall represent the
probability that MCER shaking will exhibit these effects. Where
the required number of recorded ground motions is not available,
it shall be permitted to supplement the available records with
simulated ground motions. Ground motion simulations shall be
consistent with the magnitudes, source characteristics, fault
distances, and site conditions controlling the target spectrum.

16.2.3 Ground Motion Modification. Ground motions shall
either be amplitude-scaled in accordance with the requirements
of Section 16.2.3.2 or spectrally matched in accordance with the

requirements of section 16.2.3.3. Spectral matching shall not be
used for near-fault sites unless the pulse characteristics of the
ground motions are retained after the matching process has been
completed.

16.2.3.1 Period Range for Scaling or Matching. A period
range shall be determined, corresponding to the vibration
periods that significantly contribute to the building’s lateral
dynamic response. This period range shall have an upper
bound greater than or equal to twice the largest first-mode
period in the principal horizontal directions of response, unless
a lower value, not less than 1.5 times the largest first-mode period,
is justified by dynamic analysis under MCER ground motions.
The lower bound period shall be established such that the period
range includes at least the number of elastic modes necessary to
achieve 90% mass participation in each principal horizontal
direction. The lower bound period shall not exceed 20% of the
smallest first-mode period for the two principal horizontal
directions of response. Where vertical response is considered
in the analysis, the lower bound period used for modification of
vertical components of ground motion need not be taken as less
than the larger of 0.1 seconds, or the lowest period at which
significant vertical mass participation occurs.

16.2.3.2 Amplitude Scaling. For each horizontal ground
motion pair, a maximum-direction spectrum shall be con-
structed from the two horizontal ground motion components.
Each ground motion shall be scaled, with an identical scale factor
applied to both horizontal components, such that the average
of the maximum-direction spectra from all ground motions
generally matches or exceeds the target response spectrum
over the period range defined in Section 16.2.3.1. The average
of the maximum-direction spectra from all the ground motions
shall not fall below 90% of the target response spectrum for any
period within the same period range. Where vertical response is
considered in the analysis, the vertical component of each ground
motion shall be scaled such that the average of the vertical
response spectra envelops the target vertical response
spectrum over the period range specified in Section 16.2.3.1.

16.2.3.3 Spectral Matching. Each pair of ground motions shall
be modified such that the average of the maximum-direction
spectra for the suite equals or exceeds 110% of the target
spectrum over the period range defined in Section 16.2.3.1.
Where vertical response is considered in the analysis, the
vertical component of each ground motion shall be spectrally
matched to the target vertical response spectrum such that the
average of the matched spectra does not fall below the target
vertical spectrum in the scaling range of Section 16.2.3.1.

16.2.4 Application of Ground Motions to the Structural
Model. Ground motions shall be applied to the supports of
the structural model. For near-fault sites, as defined in Section
11.4.1, each pair of horizontal ground motion components shall
be rotated to the fault-normal and fault-parallel directions of the
causative fault and applied to the building in such orientation. At
all other sites, each pair of horizontal ground motion components
shall be applied to the building at orthogonal orientations such
that the average (or mean) of the component response spectrum
for the records applied in each direction is within �10% of the
mean of the component response spectra of all records applied for
the period range specified in Section 16.2.3.1.

16.3 MODELING AND ANALYSIS

16.3.1 Modeling. Mathematical models shall be three-
dimensional and shall conform to the requirements of Section
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12.7 and this section. For structures that have subterranean levels,
the structural model shall extend to the foundation level and
ground motions shall be input at the foundation level. All
elements that significantly affect seismic response when
subjected to MCER ground motions shall be included.
Modeling of element nonlinear hysteretic behavior shall be
consistent with ASCE 41 or applicable laboratory test data.
Test data shall not be extrapolated beyond tested deformation
levels. Degradation in element strength or stiffness shall be
included in the hysteretic models unless it can be demonstrated
that response is not sufficient to produce these effects.

Analysis models shall be capable of representing the flexibility
of floor diaphragms where this is significant to the structure’s
response. Diaphragms at horizontal and vertical discontinuities in
lateral resistance shall be explicitly modeled in a manner that
permits capture of the force transfers and resulting deformations.

16.3.2 Gravity Load. The modeling of and demands on
elements in the analysis model shall be determined
considering earthquake effects acting in combination with
expected gravity loads, both with and without live load.
Expected gravity loads with live load shall be taken as
1.0Dþ 0.5L, where L shall be taken as 80% of unreduced
live loads that exceed 100 lb/ft2 (4.79 kN/m2) and 40% of
all other unreduced live loads. Expected gravity loads without
live load shall be taken as 1.0D.

EXCEPTION: Where the sum, over the entire structure, of
the expected live load (0.5L) as defined above does not exceed
25% of the total dead load, D, and the live load intensity L0 over
at least 75% of the structure is less than 100 psf (4.79 kN/m2),
the case without live load need not be considered.

16.3.3 P-Delta Effects. P-delta effects considering the spatial
distribution of gravity loads shall be included in the analysis.

16.3.4 Torsion. Inherent eccentricity resulting from any offset in
the centers of mass and stiffness at each level shall be accounted for
in the analysis. In addition, where a Type 1a or Type 1b horizontal
structural irregularly exists as defined in Section 12.3.2.1,
accidental eccentricity consisting of an assumed displacement of
the center of mass each way from its actual location by a distance
equal to 5% of the diaphragm dimension of the structure parallel to
the direction of mass shift shall be considered. The required 5%
displacement of the center of mass need not be applied in both
orthogonal directions at the same time.

16.3.5 Damping. Hysteretic energy dissipation of structural
members shall be modeled directly. Additional inherent
damping not associated with inelastic behavior of elements
shall be modeled appropriate to the structure type and shall
not exceed 2.5% equivalent viscous damping in the significant
modes of response.

16.3.6 Explicit Foundation Modeling. When soil spring and/
or dashpot elements are included in the structural model,
horizontal input ground motions shall be applied to the
horizontal soil elements rather than being applied to the
foundation directly.

16.4 ANALYSIS RESULTS AND ACCEPTANCE
CRITERIA

Structures shall be demonstrated to meet the global acceptance
criteria of Section 16.4.1 and the element-level acceptance
criteria of Section 16.4.2.

The mean value of story drift, and element demand, Qu, shall
be used to evaluate acceptability.

EXCEPTION: Where a ground motion produces unaccept-
able response as permitted in Section 16.4.1.1, 120% of the
median value, but not less than the mean value obtained from the
suite of analyses producing acceptable response shall be used.

16.4.1 Global Acceptance Criteria

16.4.1.1 Unacceptable Response. Unacceptable response to
ground motion shall consist of any of the following:

1. Analytical solution fails to converge,
2. Predicted demands on deformation-controlled elements

exceed the valid range of modeling,
3. Predicted demands on critical or ordinary force-controlled

elements, as defined in Section 16.4.2 exceed the element
capacity, or

4. Predicted deformation demands on elements not explicitly
modeled exceed the deformation limits at which the mem-
bers are no longer able to carry their gravity loads.

Unacceptable response to ground motion shall not be
permitted.

EXCEPTION: For Risk Category I and II structures, where
spectral matching of ground motion is not used, not more than
one motion shall be permitted to produce unacceptable response.

16.4.1.2 Story Drift. The mean story drift ratio shall not exceed
two times the limits of Table 12.12-1. The story drift ratio shall be
computed as the largest difference of the deflections of vertically
aligned points at the top and bottom of the story under
consideration along any of the edges of the structure. For
masonry shear wall structures, the limits of Table 12.12-1
applicable to masonry structures shall not apply and these
structures shall instead comply with the limits for other structures.

16.4.2 Element-Level Acceptance Criteria. All element
actions shall be evaluated either as force-controlled or
deformation-controlled.

For each element action, the quantityQu shall be computed.Qu
shall be taken as the mean value of the response parameter of
interest obtained from the suite of analyses.

Force-controlled response parameters shall be evaluated for
acceptability in accordance with Section 16.4.2.1. Deformation-
controlled response parameters shall be evaluated for acceptabil-
ity in accordance with Section 16.4.2.2. Where required by
Section 16.4.2.1 or Section 16.4.2.2, element actions shall be
categorized as Critical, Ordinary, or Noncritical.

16.4.2.1 Force-Controlled Actions. Force-controlled actions
shall satisfy Eq. (16.4-1):

γIeðQu–QnsÞ þ Qns ≤ Qe (16.4-1)

where Ie is the Importance Factor prescribed in Section 1.5.1;Qns
is the demand caused by loads other than seismic; Qe is the
expected component strength; and γ is the load factor obtained
from Table 16.4-1. Where an industry standard referenced in

Table 16.4-1 Load Factor for Force-Controlled Behaviors

Action Type γ

Critical 2.0
Ordinary 1.5
Noncritical 1.0
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Chapter 14 defines expected strength, that value shall be used.
Where this is not defined, it shall be permitted to calculate
expected strength as the nominal strength defined in industry
standards, except that expected material properties as defined in
ASCE 41 shall be used in lieu of specified values.

EXCEPTIONS:

1. Noncritical force-controlled actions that are modeled, in-
cluding consideration of strength loss effects, need not
satisfy Eq. (16.4-1).

2. For actions other than shear in structural walls and col-
umns, the nominal element strength need not exceed the
effects of gravity load plus the force demand determined by
plastic mechanism analysis, where the analysis is based on
expected material properties.

16.4.2.2 Deformation-Controlled Actions. Deformation-
controlled element actions shall not exceed the permissible
acceptance criteria for the Collapse Prevention Structural
Performance Level, as defined in ASCE 41, divided by the
Importance Factor, Ie, prescribed in Section 1.5.1.
Alternatively, for critical and ordinary deformation-

controlled actions, the mean inelastic deformation, Qu, shall
not exceed ϕSQne, where ϕS is obtained from Table 16.4-2 and
Qne is the mean value of inelastic deformation at which loss of
gravity-load-carrying capacity is expected to occur, based on
laboratory test data. For noncritical deformation-controlled
actions, inelastic deformation shall not exceed the valid range
of modeling.

16.4.2.3 Elements of the Gravity Force-Resisting
System. Elements that are not part of the seismic force-
resisting system shall be demonstrated to be capable of
supporting gravity loads using the mean building displacements
from the suite of nonlinear response history analyses.

16.5 DESIGN REVIEW

Independent structural design review shall be performed in
accordance with the requirements of this section. Upon comple-
tion of the review, the reviewer(s) shall provide the Authority
Having Jurisdiction and the registered design professional with a
letter attesting to

1. Scope of review performed,
2. Whether the reviewer(s) concur with the analysis and its

applicability to the design,
3. Conformance of the design to applicable requirements of

the standard, and
4. Any items relating to the design or analysis that require

further resolution by the Authority Having Jurisdiction.

16.5.1 Reviewer Qualifications. Reviewer(s) shall consist of
one or more individuals acceptable to the Authority Having
Jurisdiction and possessing knowledge of the following items:

1. The requirements of this standard and the standards refer-
enced herein, as they pertain to design of the type of
structure under consideration.

2. Selection and scaling of ground motions for use in nonlin-
ear response history analysis.

3. Analytical structural modeling for use in nonlinear re-
sponse history analysis, including use of laboratory tests
in the creation and calibration of the structural analysis
models, and including knowledge of soil–structure inter-
action if used in the analysis or the treatment of ground
motions.

4. Behavior of structural systems, of the type under consider-
ation, when subjected to earthquake loading.

At least one reviewer shall be a registered design professional.

16.5.2 Review Scope. The scope of review shall include the
items identified in Section 16.1.4, as well as the associated
project documentation that demonstrates conformance to the
design criteria.

16.6 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

See Chapter 23 for the list of consensus standards and other
documents that shall be considered part of this standard to the
extent referenced in this chapter.

Table 16.4-2 Seismic Resistance Factors for Critical and Ordinary
Deformation-Controlled Actions

Action Type ϕS

Critical 0.3/Ie
Ordinary 0.5/Ie
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CHAPTER 17

SEISMIC DESIGN REQUIREMENTS FOR SEISMICALLY ISOLATED STRUCTURES

17.1 GENERAL

Every seismically isolated structure and every portion thereof
shall be designed and constructed in accordance with the require-
ments of this section and the applicable requirements of this
standard.

17.1.1 Definitions. The following definitions apply only to the
seismically isolated structure provisions of Chapter 17 and are in
addition to the definitions presented in Chapter 11.

BASE LEVEL: The first level of the isolated structure above
the isolation interface.

DISPLACEMENT RESTRAINT SYSTEM: A collection of
structural elements that limits lateral displacement of seismically
isolated structures caused by the maximum considered earthquake.

EFFECTIVE DAMPING: The value of equivalent viscous
damping corresponding to energy dissipated during cyclic re-
sponse of the isolation system.

EFFECTIVE STIFFNESS: The value of the lateral force in
the isolation system, or an element thereof, divided by the
corresponding lateral displacement.

ISOLATION INTERFACE: The boundary between the
upper portion of the structure, which is isolated, and the lower
portion of the structure, which moves rigidly with the ground.

ISOLATION SYSTEM: The collection of structural elements
that includes all individual isolator units, all structural elements that
transfer force between elements of the isolation system, and all
connections to other structural elements. The isolation system also
includes the wind-restraint system, energy-dissipation devices, and/
or the displacement restraint system if such systems and devices are
used to meet the design requirements of this chapter.

ISOLATOR UNIT: A horizontally flexible and vertically
stiff structural element of the isolation system that permits large
lateral deformations under design seismic load. An isolator unit is
permitted to be used either as part of, or in addition to, the
weight-supporting system of the structure.

MAXIMUM DISPLACEMENT: The maximum lateral dis-
placement, excluding additional displacement caused by actual
and accidental torsion, required for design of the isolation
system. The maximum displacement is to be computed separate-
ly using upper bound and lower bound properties.

SCRAGGING: Cyclic loading or working of rubber products,
including elastomeric isolators, to effect a reduction in stiffness
properties, a portion of which is recovered over time.

TOTAL MAXIMUM DISPLACEMENT: The total maxi-
mum lateral displacement, including additional displacement
caused by actual and accidental torsion, required for verification
of the stability of the isolation system or elements thereof, design
of structure separations, and vertical load testing of isolator unit
prototypes. The total maximum displacement is to be computed
separately using upper bound and lower bound properties.

WIND-RESTRAINT SYSTEM: The collection of structural
elements that provides restraint of the seismically isolated struc-
ture for wind loads. The wind-restraint system is permitted to be
either an integral part of isolator units or a separate device.

17.1.2 Symbols. Symbols presented in this section apply only
to the seismically isolated structure provisions of Chapter 17 and
are in addition to the symbols presented in Chapter 11.

b = shortest plan dimension of the structure [ft (mm)],
measured perpendicular to d

BM = numerical coefficient as set forth in Table 17.5-1 for
effective damping equal to βM

Cvx = vertical distribution factor
d = longest plan dimension of the structure [ft (mm)],

measured perpendicular to b
DM = maximum displacement [in. (mm)], at the center of

rigidity of the isolation system in the direction under
consideration, as prescribed by Eq. (17.5-1)

D 0
M = maximum displacement [in. (mm)], at the center of

rigidity of the isolation system in the direction under
consideration, as prescribed by Eq. (17.6-1)

DTM = total maximum displacement [in. (mm)], of an ele-
ment of the isolation system including both transla-
tional displacement at the center of rigidity and the
component of torsional displacement in the direction
under consideration, as prescribed by Eq. (17.5-3)

e = actual eccentricity [ft (mm)], measured in plan between
the center of mass of the structure above the isolation
interface and the center of rigidity of the isolation
system, plus accidental eccentricity [ft (mm)] taken as
5% of the maximum building dimension perpendicular
to the direction of force under consideration

Eloop = energy dissipated [kip-in. (kN-mm)], in an isolator
unit during a full cycle of reversible load over a test
displacement range from Δþ to Δ–, as measured by
the area enclosed by the loop of the force-deflection
curve

Fþ = maximum positive force [kips (kN)] in an isolator
unit during a single cycle of prototype testing at a
displacement amplitude of Δþ

F− = minimum negative force [kips (kN)] in an isolator
unit during a single cycle of prototype testing at a
displacement amplitude of Δ–

Fx = lateral seismic force [kips (kN)] at level x as pre-
scribed by Eq. (17.5-9)

hi, hl, hx = height [ft (m)] above the isolation interface of level i, l,
or x

hsx = height of story below level x
keff = effective stiffness [kip/in (kN/mm)] of an isolator

unit, as prescribed by Eq. (17.8-1)
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kM = effective stiffness [kip=in: (kN=mm)] of the isolation
system in the horizontal direction under consideration

L = effect of live load in Chapter 17
N = number of isolator units
PT = ratio of the effective translational period of the

isolation system to the effective torsional period of
the isolation system, as calculated by dynamic anal-
ysis or as prescribed by Eq. 17.5-4 but need not be
taken as less than 1.0

rI = radius of gyration of the isolation system [ft (mm)],
RI = numerical coefficient related to the type of seismic

force-resisting system above the isolation system
Tf b = fundamental period [s] of the structure above the

isolation interface determined using a modal analysis
assuming fixed-base conditions

TM = effective period [s] of the seismically isolated struc-
ture at the displacement DM in the direction under
consideration, as prescribed by Eq. (17.5-2)

Vb = total lateral seismic design force or shear on elements
of the isolation system or elements below isolation
system [kips (kN)], as prescribed by Eq. (17.5-5)

Vs = total lateral seismic design force or shear on elements
above the base level [kips (kN)], as prescribed by
Eq. (17.5-6) and the limits of Section 17.5.4.3;

Vst = total unreduced lateral seismic design force or shear
on elements above the base level [kips (kN)], as
prescribed by Eq. (17.5-7)

W = effective seismic weight [kips (kN)], of the structure
above the isolation interface, as defined by Section
12.7.2

Ws = effective seismic weight [kips (kN)], of the structure
above the isolation interface, as defined by Section
12.7.2, excluding the effective seismic weight [kips
(kN)] of the base level

wi,wl,wx = portion ofW that is located at or assigned to level i, l,
or x [kips (kN)]

xi,yi = horizontal distances [ft (mm)] from the center of
mass to the ith isolator unit in the two horizontal axes
of the isolation system

y = distance [ft (mm)], between the center of rigidity
of the isolation system and the element of interest
measured perpendicular to the direction of seismic
loading under consideration

βeff = effective damping of the isolation system, as pre-
scribed by Eq. (17.8-2)

βM = effective damping of the isolation system at the
displacement DM , as prescribed by Eq. (17.2-4)

Δþ = maximum positive displacement [in (mm)] of an
isolator unit during each cycle of prototype testing

Δ– = minimum negative displacement [in (mm)] of an
isolator unit during each cycle of prototype testing

λmax = property modification factor for calculation of the
maximum value of the isolator property of interest,
used to account for all sources of isolator property
variability, as defined in Section 17.2.8.4

λmin = property modification factor for calculation of the
minimum value of the isolator property of interest,
used to account for all sources of isolator property
variability, as defined in Section 17.2.8.4

λðae, maxÞ = property modification factor for calculation of the
maximum value of the isolator property of interest,
used to account for aging effects and environmental
conditions, as defined in Section 17.2.8.4

λðae,minÞ = property modification factor for calculation of the
minimum value of the isolator property of interest,

used to account for aging effects and environmental
conditions, as defined in Section 17.2.8.4

λðspec, maxÞ = property modification factor for calculation of the
maximum value of the isolator property of interest,
used to account for permissible manufacturing vari-
ation on the average properties of a group of same-
sized isolators, as defined in Section 17.2.8.4

λðspec,minÞ = property modification factor for calculation of the
minimum value of the isolator property of interest,
used to account for permissible manufacturing vari-
ation on the average properties of a group of same-
sized isolators, as defined in Section 17.2.8.4

λðtest, maxÞ = property modification factor for calculation of the
maximum value of the isolator property of interest,
used to account for heating, rate of loading, and
scragging, as defined in Section 17.2.8.4

λðtest, minÞ = property modification factor for calculation of the
minimum value of the isolator property of interest,
used to account for heating, rate of loading, and
scragging, as defined in Section 17.2.8.4

ΣEM = total energy dissipated [kip-in. (kN-mm)], in the
isolation system during a full cycle of response at
displacement DM

ΣjFþ
D jmax = sum, for all isolator units, of the maximum absolute

value of force [kips (kN)], at a positive displacement
equal to DM

ΣjF−
Djmax = sum, for all isolator units, of the maximum absolute

value of force [kips (kN)], at a negative displacement
equal to DM

17.2 GENERAL DESIGN REQUIREMENTS

17.2.1 Importance Factor. All portions of the structure,
including the structure above the isolation system, shall be
assigned a risk category in accordance with Table 1.5-1. The
Importance Factor, Ie, shall be taken as 1.0 for a seismically
isolated structure, regardless of its risk category assignment.

17.2.2 Configuration. Each isolated structure shall be
designated as having a structural irregularity if the structural
configuration above the isolation system has a Type 1b horizontal
structural irregularity, as defined in Table 12.3-1, or Type 1a, 1b,
5a, 5b vertical irregularity, as defined in Table 12.3-2.

17.2.3 Redundancy. A redundancy factor, ρ, shall be assigned
to the structure above the isolation system based on requirements
of Section 12.3.4. The value of the redundancy factor, ρ, is
permitted to be equal to 1.0 for isolated structures that do not
have a structural irregularity, as defined in Section 17.2.2.

17.2.4 Isolation System

17.2.4.1 Environmental Conditions. In addition to the
requirements for vertical and lateral loads induced by wind
and earthquake, the isolation system shall provide for other
environmental conditions, including aging effects, creep,
fatigue, operating temperature, and exposure to moisture or
damaging substances.

17.2.4.2 Wind Forces. Isolated structures shall resist design
wind loads at all levels above the isolation interface. At the
isolation interface, a wind-restraint system shall be provided to
limit lateral displacement in the isolation system to a value equal
to that required between floors of the structure above the isolation
interface in accordance with Section 17.5.6.

17.2.4.3 Fire Resistance. Fire resistance for the isolation
system shall provide at least the same degree of protection as
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the fire resistance required for the columns, walls, or other such
gravity-bearing elements in the same region of the structure.

17.2.4.4 Lateral Restoring Force. The isolation system shall
be configured, for both upper bound and lower bound isolation
system properties, to produce a restoring force such that the
lateral force at the corresponding maximum displacement is at
least 0.025 W greater than the lateral force at 50% of the
corresponding maximum displacement.

17.2.4.5 Displacement Restraint. The isolation system shall
not be configured to include a displacement restraint that
limits lateral displacement caused by risk-targeted maximum
considered earthquake (MCER) ground motions to less than
the total maximum displacement, DTM , unless the seismically
isolated structure is designed in accordance with all of the
following criteria:

1. MCER response is calculated in accordance with the
dynamic analysis requirements of Section 17.6, explicitly
considering the nonlinear characteristics of the isolation
system and the structure above the isolation system.

2. The ultimate capacity of the isolation system and structural
elements below the isolation system shall exceed the
strength and displacement demands of the MCER response.

3. The structure above the isolation system is checked for
stability and ductility demand of the MCER response.

4. The displacement restraint does not become effective at
a displacement less than 0.6 times the total maximum
displacement.

17.2.4.6 Vertical-Load Stability. Each element of the isolation
system shall be designed to be stable under the design vertical
load where it is subjected to a horizontal displacement equal to
the total maximum displacement. The design vertical load shall
be computed using load combination 2 of Section 17.2.7.1 for the
maximum vertical load and load combination 3 of
Section 17.2.7.1 for the minimum vertical load.

17.2.4.7 Overturning. The factor of safety against global
structural overturning at the isolation interface shall not be less
than 1.0 for required load combinations. All gravity and seismic
loading conditions shall be investigated. Seismic forces for
overturning calculations shall be based on MCER ground
motions, and W shall be used for the vertical restoring force.

Local uplift of individual elements shall not be allowed unless
the resulting deflections do not cause overstress or instability of
the isolator units or other structure elements.

17.2.4.8 Inspection and Replacement. All of the following
items shall be addressed as part of the long-term inspection
and replacement program:

1. Access for inspection and replacement of all components of
the isolation system shall be provided.

2. A registered design professional (RDP) shall complete a
final series of observations of structure separation areas and
components that cross the isolation interface before the
issuance of the certificate of occupancy for the seismically
isolated structure. Such observations shall verify that
conditions allow free and unhindered displacement of
the structure up to the total maximum displacement and
that components that cross the isolation interface have
been constructed to accommodate the total maximum
displacement.

3. Seismically isolated structures shall have a monitoring,
inspection, and maintenance plan for the isolation system

established by the registered design professional responsi-
ble for the design of the isolation system.

4. Remodeling, repair, or retrofitting at the isolation system
interface, including that of components that cross the
isolation interface, shall be performed under the direction
of a registered design professional.

17.2.4.9 Quality Control. A quality control testing program
for isolator units shall be established by the registered design
professional responsible for the structural design, incorporating
the production testing requirements of Section 17.8.5.

17.2.5 Structural System

17.2.5.1 Horizontal Distribution of Force. A horizontal
diaphragm or other structural elements shall provide
continuity above the isolation interface and shall have
adequate strength and ductility to transmit forces from one
part of the structure to another.

17.2.5.2 Minimum Building Separations. Minimum
separations between the isolated structure and surrounding
retaining walls or other fixed obstructions shall not be less
than the total maximum displacement.

17.2.5.3 Nonbuilding Structures. Nonbuilding structures shall
be designed and constructed in accordance with the requirements
of Chapter 15 using design displacements and forces calculated
in accordance with Sections 17.5 or 17.6.

17.2.5.4 Steel Ordinary Concentrically Braced
Frames. Steel ordinary concentrically braced frames are
permitted as the seismic force-resisting system in seismically
isolated structures assigned to Seismic Design Category D, E,
and F and are permitted to a height of 160 ft (48.4 m) or less
provided that all of the following design requirements are
satisfied:

1. The value of RI as defined in Section 17.5.4 is 1.0.
2. The total maximum displacement (DTM) as defined in

Eq. (17.5-3) shall be increased by a factor of 1.2.

17.2.5.5 Isolation System Connections. Moment–resisting
connections of structural steel elements of the seismic isola-
tion system below the base level are permitted to conform to the
requirements for ordinary steel moment frames of AISC 341,
E1.6a and E1.6b.

17.2.6 Elements of Structures and Nonstructural
Components. Parts or portions of an isolated structure,
permanent nonstructural components and the attachments to
them, and the attachments for permanent equipment supported
by a structure shall be designed to resist seismic forces and
displacements as prescribed by this section and the applicable
requirements of Chapter 13.

17.2.6.1 Components at or above the Isolation
Interface. Elements of seismically isolated structures and
nonstructural components, or portions thereof that are at or
above the isolation interface, shall be designed to resist a total
lateral seismic force equal to the maximum dynamic response of
the element or component under consideration determined using
a response history analysis.

EXCEPTION: Elements of seismically isolated structures
and nonstructural components or portions designed to resist
seismic forces and displacements as prescribed in Chapter 12
or 13 as appropriate are not required to meet this provision.
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17.2.6.2 Components Crossing the Isolation
Interface. Elements of seismically isolated structures and
nonstructural components, or portions thereof that cross the
isolation interface, shall be designed to withstand the total
maximum displacement and to accommodate on a long-term
basis any permanent residual displacement.

17.2.6.3 Components below the Isolation Interface. Elements
of seismically isolated structures and nonstructural components,
or portions thereof that are below the isolation interface, shall be
designed and constructed in accordance with the requirements of
Section 12.1 and Chapter 13.

17.2.7 Seismic Load Effects and Load Combinations. All
members of the isolated structure, including those not part of
the seismic force-resisting system, shall be designed using the
seismic load effects of Section 12.4 and the additional load
combinations of Section 17.2.7.1 for design of the isolation
system and for testing of prototype isolator units.

17.2.7.1 Isolator Unit Vertical Load Combinations. The
average, minimum, and maximum vertical load on each
isolator unit type shall be computed from application of
horizontal seismic forces, QE, caused by MCER ground
motions and the following applicable vertical load combinations:

1. Average vertical load: load corresponding to 1.0 dead load
plus 0.5 live load.

2. Maximum vertical load: load combination 6 of Section
2.3.6, where E is given by Eq. (12.4-1) and SDS is replaced
by SMS in Eq. (12.4-4a).

3. Minimum vertical load: load combination 7 of Section
2.3.6, where E is given by Eq. (12.4-2) and SDS is replaced
by SMS in Eq. (12.4-4a).

17.2.8 Isolation System Properties

17.2.8.1 Isolation System Component Types. All components
of the isolation system shall be categorized and grouped in terms
of common type and size of isolator unit and common type and
size of supplementary damping device, if such devices are also
components of the isolation system.

17.2.8.2 Isolator Unit Nominal Properties. Isolator unit
nominal design properties shall be based on average properties
over the three cycles of prototype testing, specified by Item 2 of
Section 17.8.2.2. Variation in isolator unit properties with vertical
load are permitted to be established based on a single
representative deformation cycle by averaging the properties
determined using the three vertical load combinations specified
in Section 17.2.7.1, at each displacement level, where required to
be considered by Section 17.8.2.2.

EXCEPTION: If the measured values of isolator unit effective
stiffness and effective damping for load combination 1 of Sec-
tion 17.2.7.1 differ by less than 15% from the those based on the
average of measured values for the three vertical load combinations
of Section 17.2.7.1, then nominal design properties are permitted to
be computed only for load combination 1 of Section 17.2.7.1.

17.2.8.3 Bounding Properties of Isolation System
Components. Bounding properties of isolation system compo-
nents shall be developed for each isolation system component
type. Bounding properties shall include variation in all of the
following component properties:

1. Measured by prototype testing, Item 2 of Section 17.8.2.2,
considering variation in prototype isolator unit properties

caused by required variation in vertical test load, rate of test
loading or velocity effects, effects of heating during cyclic
motion, history of loading, scragging (temporary degrada-
tion of mechanical properties with repeated cycling), and
other potential sources of variation measured by prototype
testing,

2. Permitted by manufacturing specification tolerances used
to determine acceptability of production isolator units, as
required by Section 17.8.5, and

3. Because of aging and environmental effects, including
creep, fatigue, contamination, operating temperature and
duration of exposure to that temperature, and wear over the
life of the structure.

17.2.8.4 Property Modification Factors. Maximum and
minimum property modification (λ) factors shall be used to
account for variation of the nominal design parameters of
each isolator unit type for the effects of heating caused by
cyclic dynamic motion, loading rate, scragging and recovery,
variability in production bearing properties, temperature,
aging, environmental exposure, and contamination. When
manufacturer-specific qualification test data in accordance with
Section 17.8 have been approved by the registered design
professional, these data are permitted to be used to develop
the property modification factors, and the maximum and
minimum limits of Eqs. (17.2-1) and (17.2-2) need not apply.
When qualification test data in accordance with Section 17.8
have not been approved by the registered design professional, the
maximum and minimum limits of Eqs. (17.2-1) and (17.2-2)
shall apply.
Property modification factors (λ) shall be developed for each

isolator unit type, and when applied to the nominal design
parameters shall envelop the hysteretic response for the range
of demands from �0.5DM up to and including the maximum
displacement, �DM . Property modification factors for environ-
mental conditions are permitted to be developed from data that
need not satisfy the similarity requirements of Section 17.8.2.7.
For each isolator unit type, the maximum property modification

factor, λmax, and the minimum property modification factor, λmin,
shall be established from contributing property modification factors
in accordance with Eqs. (17.2-1) and (17.2-2), respectively:

λmax = ð1þ ð0.75 × ðλðae, maxÞ − 1ÞÞÞ × λðtest, maxÞ

× λðspec,maxÞ ≥1.8 (17.2-1)

λmin = ð1 − ð0.75 × ð1 − λðae,minÞÞÞÞ × λðtest, minÞ

× λðspec, minÞ ≤ 0.60 (17.2-2)

where

λðae, maxÞ = property modification factor for calculation of the
maximum value of the isolator property of interest,
used to account for aging effects and environmental
conditions.

λðae,minÞ = property modification factor for calculation of the
minimum value of the isolator property of interest,
used to account for aging effects and environmental
conditions.

λðtest, maxÞ = property modification factor for calculation of the
maximum value of the isolator property of interest,
used to account for heating, rate of loading, and
scragging.
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λðtest, minÞ = property modification factor for calculation of the
minimum value of the isolator property of interest,
used to account for heating, rate of loading, and
scragging.

λðspec, maxÞ = property modification factor for calculation of the
maximum value of the isolator property of interest,
used to account for permissible manufacturing vari-
ation on the average properties of a group of same-
sized isolators.

λðspec, minÞ = property modification factor for calculation of the
minimum value of the isolator property of interest,
used to account for permissible manufacturing vari-
ation on the average properties of a group of same-
sized isolators.

EXCEPTION: If the prototype isolator testing is conducted on
a full-scale specimen that satisfies the dynamic test data of
Section 17.8.2.3, then the values of the property modification
factors shall be based on the test data, and the upper and lower
limits of Eqs. (17.2-1) and (17.2-2) need not apply.

17.2.8.5 Upper Bound and Lower Bound Force-Deflection
Behavior of Isolation System Components. A mathematical
model of upper bound force-deflection (loop) behavior of
each type of isolation system component shall be developed.
Upper bound force-deflection behavior of isolation system
components that are essentially hysteretic devices (e.g., isolator
units) shall be modeled using the maximum values of isolator
properties calculated using the property modification factors
of Section 17.2.8.4. Upper bound force-deflection behavior of
isolation system components that are essentially viscous
devices (e.g., supplementary viscous dampers) shall be modeled
in accordance with the requirements of Chapter 18 for such
devices.

A mathematical model of lower bound force-deflection (loop)
behavior of each type of isolation system component shall be
developed. Lower bound force-deflection behavior of isolation
system components that are essentially hysteretic devices
(e.g., isolator units) shall be modeled using the minimum values
of isolator properties calculated using the property modification
factors of Section 17.2.8.4. Lower bound force-deflection behav-
ior of isolation system components that are essentially viscous
devices (e.g., supplementary viscous dampers) shall be modeled
in accordance with the requirements of Chapter 18 for such
devices.

17.2.8.6 Isolation System Properties at Maximum
Displacements. The effective stiffness, kM , of the isolation
system at the maximum displacement, DM , shall be computed
using both upper bound and lower bound force-deflection
behavior of individual isolator units, in accordance with
Eq. (17.2-3):

kM =
P jFþ

M j þ
P jF−

M j
2DM

(17.2-3)

The effective damping, βM , of the isolation system at the
maximum displacement, DM , in inches (mm) shall be computed
using both upper bound and lower bound force-deflection
behavior of individual isolator units, in accordance with
Eq. (17.2-4):

βM =
P

EM

2πkMD2
M

(17.2-4)

whereP
EM = total energy dissipated [kips-in. (kN-mm)] in the isola-

tion system during a full cycle of response at the
displacement DM .P

Fþ
M = sum, for all isolator units, of the absolute value of force

[kips (kN)] at a positive displacement equal to DM .P
F−
M = sum, for all isolator units, of the absolute value of force

[kips (kN)] at a negative displacement equal to DM .

17.2.8.7 Upper Bound and Lower Bound Isolation System
Properties at Maximum Displacement. The analysis of the
isolation system and structure shall be performed separately
for upper bound and lower bound properties, and the
governing case for each response parameter of interest shall
be used for design. In addition, the analysis shall comply with all
of the following:

1. For the equivalent lateral force procedure, and for the
purposes of establishing minimum forces and displace-
ments for dynamic analysis, the following variables shall
be calculated independently for upper bound and lower
bound isolation system properties: kM and βM per Sec-
tion 17.2.8.6 (Eqs. (17.2-3) and (17.2-4)), DM per Sec-
tion 17.5.3.1 (Eq. (17.5-1)), TM per Section 17.5.3.2
(Eq. (17.5-2)), DTM per Section 17.5.3.3 (Eq. (17.5-3)),
Vb per Section 17.5.4.1 (Eq. (17.5-5)), and Vs and Vst
per Section 17.5.4.2 (Eqs. (17.5-6) and (17.5-7)).

2. The limitations on Vs established in Section 17.5.4.3 shall
be evaluated independently for both upper bound and lower
bound isolation system properties, and the most adverse
requirement shall govern.

3. For the equivalent lateral force procedure and for the
purposes of establishing minimum story shear forces for
response spectrum analysis, the vertical force distribution
from Section 17.5.5 shall be determined separately for
upper bound and lower bound isolation system properties.
This determination will require independent calculation of
F1, Fx, Cvx, and k, per Eqs. (17.5-8) through (17.5-11),
respectively.

17.3 SEISMIC GROUND MOTION CRITERIA

17.3.1 Site-Specific Seismic Hazard. The MCER response
spectrum requirements of Sections 11.4.5 and 11.4.6 are
permitted to be used to determine the MCER response
spectrum for the site of interest. The site-specific ground
motion procedures set forth in Chapter 21 are also permitted
to be used to determine ground motions for any isolated structure.
For isolated structures on Site Class F sites, site response analysis
shall be performed in accordance with Section 21.1.

17.3.2 MCER Response Spectra and Spectral Response
Acceleration Parameters, SMS , SM1 . The MCER response
spectrum shall be the MCER response spectrum of Sections
11.4.6, or 11.4.7. The MCER response spectral accelera-
tion parameters SMS and SM1 shall be determined in
accordance with Section 11.4.4 or 11.4.8.

17.3.3 MCER Ground Motion Records. Where response
history analysis procedures are used, MCER ground motions
shall consist of not less than seven pairs of horizontal
acceleration components selected and scaled from individual
recorded events that have magnitudes, fault distances, and
source mechanisms that are consistent with those that control
the MCER. Amplitude or spectral matching is permitted to scale
the ground motions. Where the required number of recorded
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ground motion pairs is not available, simulated ground motion
pairs are permitted to make up the total number required.
For each pair of horizontal ground motion components, a

square root of the sum of the squares (SRSS) spectrum shall be
constructed by taking the SRSS of the 5%-damped response
spectra for the scaled components (when amplitude scaling is
used, an identical scale factor is applied to both components of a
pair). Each pair of motions shall be scaled such that in the period
range from 0.75TM , determined using upper bound isolation
system properties, to 1.25TM , determined using lower bound
isolation system properties, the average of the SRSS spectra
from all horizontal component pairs does not fall below the
corresponding ordinate of the response spectrum used in the
design (MCER), determined in accordance with Section 11.4.6 or
11.4.7.
For records that are spectrally matched, each pair of motions

shall be scaled such that in the period range from 0.2TM ,
determined using upper bound properties, to 1.25TM , determined
using lower bound properties, the response spectrum of one
component of the pair is at least 90% of the corresponding
ordinate of the response spectrum used in the design determined
in accordance with Section 11.4.6 or 11.4.7.
For sites within 3 mi (5 km) of the active fault that controls the

hazard, spectral matching shall not be used unless the pulse
characteristics of the near-field ground motions are included in
the site-specific response spectra, and pulse characteristics, when
present in individual ground motions, are retained after the
matching process has been completed.
At sites within 3 mi (5 km) of the active fault that controls the

hazard, each pair of components shall be rotated to the fault-
normal and fault-parallel directions of the causative fault and
shall be scaled so that the average spectrum of the fault-normal
components is not less than the MCER spectrum and the average
spectrum of the fault-parallel components is not less than 50% of
the MCER response spectrum for the period range 0.2TM ,
determined using upper bound properties, to 1.25TM , determined
using lower bound properties.

17.4 ANALYSIS PROCEDURE SELECTION

Seismically isolated structures except those defined in Sec-
tion 17.4.1 shall be designed using the dynamic procedures of
Section 17.6. Where supplementary viscous dampers are used,
the response history analysis procedures of Section 17.4.2.2 shall
be used.

17.4.1 Equivalent Lateral Force Procedure. The equivalent
lateral force procedure of Section 17.5 is permitted to be used for
design of a seismically isolated structure provided that all of
the following items are satisfied. These requirements shall be
evaluated separately for upper bound and lower bound
isolation system properties, and the more restrictive
requirement shall govern.

1. The structure is located on a Site Class A, B, C, or D site.
2. The effective period of the isolated structure at the maxi-

mum displacement, DM , is less than or equal to 5.0 s.
3. The structure above the isolation interface is less than or

equal to four stories or 65 ft (19.8 m) in structural height
measured from the base level.

EXCEPTION: These limits are permitted to be
exceeded if there is no tension or uplift on the isolators.

4. The effective damping of the isolation system at the
maximum displacement, DM , is less than or equal to 30%.

5. The effective period of the isolated structure TM is greater
than three times the elastic, fixed-base period of the

structure above the isolation system, determined using a
rational modal analysis.

6. The structure above the isolation system does not have a
structural irregularity, as defined in Section 17.2.2.

7. The isolation system meets all of the following criteria:
a. The effective stiffness of the isolation system at the

maximum displacement is greater than one-third of the
effective stiffness at 20% of the maximum displacement.

b. The isolation system is capable of producing a restoring
force, as specified in Section 17.2.4.4.

c. The isolation system does not limit maximum earth-
quake displacement to less than the total maximum
displacement, DTM .

17.4.2 Dynamic Procedures. The dynamic procedures of
Section 17.6 are permitted to be used as specified in this
section.

17.4.2.1 Response Spectrum Analysis Procedure. Response
spectrum analysis procedure shall not be used for design of
a seismically isolated structure unless the structure, site, and
isolation system meet the criteria of Section 17.4.1, Items 1, 2,
3, 4, and 6.

17.4.2.2 Response History Analysis Procedure. The response
history analysis procedure is permitted to be used for design
of any seismically isolated structure and shall be used for design
of all seismically isolated structures not meeting the criteria of
Section 17.4.2.1.

17.5 EQUIVALENT LATERAL FORCE PROCEDURE

17.5.1 General. Where the equivalent lateral force procedure is
used to design seismically isolated structures, the requirements of
this section shall apply.

17.5.2 Deformation Characteristics of the Isolation
System. Minimum lateral earthquake design displacements
and forces on seismically isolated structures shall be based on
the deformation characteristics of the isolation system. The
deformation characteristics of the isolation system include the
effects of the wind-restraint system if such a system is used to
meet the design requirements of this standard. The deformation
characteristics of the isolation system shall be based on properly
substantiated prototype tests performed in accordance with
Section 17.8 and shall incorporate property modification factors
in accordance with Section 17.2.8.4.
The analysis of the isolation system and structure shall be

performed separately for upper bound and lower bound proper-
ties, and the governing case for each response parameter of
interest shall be used for design.

17.5.3 Minimum Lateral Displacements Required for Design

17.5.3.1 Maximum Displacement. The isolation system shall
be designed and constructed to withstand, at a minimum, the
maximum displacement, DM , determined using upper bound and
lower bound properties, in the most critical direction of
horizontal response, calculated using Eq. (17.5-1):

DM =
gSM1TM

4π2BM
(17.5-1)

where

g = acceleration caused by gravity [in:=s2 (mm=s2)] if the units
of the displacement DM are in in. (mm);
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SM1 = MCER 5% damped spectral acceleration parameter at 1-s
period in units of g-sec, as determined in Section 11.4.4 or
11.4.8;

TM = effective period of the seismically isolated structure [s] at
the displacement DM in the direction under consideration,
as prescribed by Eq. (17.5-2); and

BM = numerical coefficient as set forth in Table 17.5-1 for the
effective damping of the isolation system βM at the
displacement DM .

17.5.3.2 Effective Period at the Maximum
Displacement. The effective period of the isolated structure,
TM , at the maximum displacement, DM , shall be determined
using upper bound and lower bound deformational characteristics
of the isolation system and Eq. (17.5-2):

TM = 2π

ffiffiffiffiffiffiffiffi
W

kMg

s
(17.5-2)

where

W = effective seismic weight of the structure above the isolation
interface as defined in Section 12.7.2;

kM = effective stiffness [kip=in: (kN=mm)] of the isolation sys-
tem at the maximum displacement, DM , as prescribed by
Eq. (17.2-3); and

g = acceleration caused by gravity [in:=s2 (mm=s2)] if the units
of kM are in kip=in: (kN=mm).

17.5.3.3 Total Maximum Displacement. The total maximum
displacement, DTM , of elements of the isolation system shall
include additional displacement caused by actual and accidental
torsion calculated from the spatial distribution of the lateral
stiffness of the isolation system and the most disadvantageous
location of eccentric mass. The total maximum displacement,
DTM , of elements of an isolation system shall not be taken as
less than that prescribed by Eq. (17.5-3):

DTM =DM

�
1þ

�
y

P2T

�
12e

b2 þ d2

�
(17.5-3)

where

DM = displacement at the center of rigidity of the isolation system
in the direction under consideration as prescribed by
Eq. (17.5-1);

y = the distance [in. (mm)] between the centers of rigidity of
the isolation system and the element of interest measured
perpendicular to the direction of seismic loading under
consideration;

e = the actual eccentricity measured in plan between the center
of mass of the structure above the isolation interface and
the center of rigidity of the isolation system, plus accidental
eccentricity [ft (mm)], taken as 5% of the longest plan
dimension of the structure perpendicular to the direction of
force under consideration;

b = the shortest plan dimension of the structure [ft (mm)]
measured perpendicular to d;

d = the longest plan dimension of the structure [ft (mm)]; and
PT = ratio of the effective translational period of the isolation

system to the effective torsional period of the isolation
system, as calculated by dynamic analysis or as prescribed
by Eq. (17.5-4) but need not be taken as less than 1.0.

PT =
1
rI

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiXN
i= 1

ðx2i þ y2i Þ

N

vuuuut
(17.5-4)

where

xi,yi = horizontal distances [ft (mm)] from the center of mass to
the ith isolator unit in the two horizontal axes of the
isolation system;

N = number of isolator units;
rI = radius of gyration of the isolation system [ft (mm)], which

is equal to (ðb2 þ d2Þ=12Þ1=2 for isolation systems of
rectangular plan dimension, b × d.

The total maximum displacement, DTM , shall not be taken as
less than 1.15 times DM .

17.5.4 Minimum Lateral Forces Required for Design

17.5.4.1 Isolation System and Structural Elements below the
Base Level. The isolation system, the foundation, and all
structural elements below the base level shall be designed and
constructed to withstand a minimum lateral seismic force, Vb,
using all of the applicable requirements for a nonisolated
structure as prescribed by the value of Eq. (17.5-5),
determined using both upper bound and lower bound isolation
system properties:

Vb = kMDM (17.5-5)

where

kM = effective stiffness [kip=in: (kN=mm)] of the isolation system
at the displacement DM , as prescribed by Eq. (17.2-3)
and

DM = maximum displacement [in. (mm)] at the center of rigidity
of the isolation system in the direction under consideration,
as prescribed by Eq. (17.5-1).

Vb shall not be taken as less than the maximum force in the
isolation system at any displacement up to and including the
maximum displacement DM , as defined in Section 17.5.3

Overturning loads on elements of the isolation system, the
foundation, and structural elements below the base level caused
by lateral seismic force Vb shall be based on the vertical
distribution of force of Section 17.5.5, except that the unreduced

Table 17.5-1 Damping Factor, BM

Effective Damping, βM
(percentage of critical)a,b BM Factor

≤2 0.8
5 1.0
10 1.2
20 1.5
30 1.7
40 1.9
≥50 2.0

aThe damping factor shall be based on the effective damping of the isolation
system determined in accordance with the requirements of Section 17.2.8.6.
bThe damping factor shall be based on linear interpolation for effective
damping values other than those given.

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 173

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



lateral seismic design force Vst shall be used in lieu of Vs in
Eq. (17.5-9).

17.5.4.2 Structural Elements above the Base Level. The
structure above the base level shall be designed and
constructed using all of the applicable requirements for a non-
isolated structure for a minimum shear force, Vs, determined
using upper bound and lower bound isolation system properties,
as prescribed by Eq. (17.5-6):

Vs =
Vst

RI
(17.5-6)

where

RI = numerical coefficient related to the type of seismic force-
resisting system above the isolation system; and

Vst = total unreduced lateral seismic design force or shear on
elements above the base level, as prescribed by
Eq. (17.5-7).

The RI factor shall be based on the type of seismic force-
resisting system used for the structure above the base level in the
direction of interest and shall be three-eighths of the value of R
given in Table 12.2-1, with a maximum value not greater than
2.0 and a minimum value not less than 1.0.

EXCEPTION: The value of Ri is permitted to be taken as
greater than 2.0, provided the strength of the structure above the
base level in the direction of interest, as determined by nonlinear
static analysis at a roof displacement corresponding to a maxi-
mum story drift the lesser of the MCER drift or 0.015hsx, is not
less than 1.1 times Vb.
The total unreduced lateral seismic force or shear on elements

above the base level shall be determined using upper bound and
lower bound isolation system properties, as prescribed by
Eq. (17.5-7):

Vst =Vb

�
Ws

W

�ð1−2.5βmÞ
(17.5-7)

where

W = effective seismic weight [kips (kN)] of the structure above
the isolation interface as defined in Section 12.7.2; and

Ws = effective seismic weight [kips (kN)] of the structure above
the isolation interface as defined in Section 12.7.2, exclud-
ing the effective seismic weight [kips (kN)] of the base
level.

The effective seismic weight Ws in Eq. (17.5-7) shall be taken
as equal to W when the average distance from the top of the
isolator to the underside of the base level floor framing above the
isolators exceeds 3 ft (0.9 m).

EXCEPTION: For isolation systems whose hysteretic
behavior is characterized by an abrupt transition from
preyield to postyield or preslip to postslip behavior, the
exponent term (1–2.5βM) in Eq. (17.5-7) shall be replaced by
(1–3.5βM).

17.5.4.3 Limits on Vs . The value of Vs shall not be taken as
less than each of the following:

1. The lateral seismic force required by Section 12.8 for a
fixed-base structure of the same effective seismic weight,
Ws, and a period equal to the period of the isolation system
using the upper bound properties TM ;

2. The base shear corresponding to the factored design wind
load; and

3. The lateral seismic force, Vst, calculated using Eq. (17.5-7),
and with Vb set equal to the force required to fully activate
the isolation system using the greater of the upper bound
properties, or
a. 1.5 times the nominal properties for the yield level of a

softening system,
b. the ultimate capacity of a sacrificial wind-restraint

system,
c. the breakaway friction force of a sliding system, or
d. the force at zero displacement of a sliding system

following a complete dynamic cycle of motion at DM .

17.5.5 Vertical Distribution of Force. The lateral seismic
force Vs shall be distributed over the height of the structure
above the base level, using upper bound and lower bound
isolation system properties, using the following equations:

F1 =
ðVb − VstÞ

RI
(17.5-8)

and

Fx =CvxVs (17.5-9)

and

Cvx =
wxh

k
xXn

i= 2

wih
k
i

(17.5-10)

and

k= 14βMTf b (17.5-11)

where

F1 = lateral seismic force [kips (kN)] induced at level 1, the
base level;

Fx = lateral seismic force [kips (kN)] induced at level x, x > 1;
Cvx = vertical distribution factor;
Vs = total lateral seismic design force or shear on elements

above the base level as prescribed by Eq. (17.5-6) and the
limits of Section 17.5.4.3;

wiwx = portion of Ws that is located at or assigned to
level i or x;

hihx = height above the isolation interface of level i or x; and
Tf b = the fundamental period, in s, of the structure above the

isolation interface determined using a rational modal
analysis assuming fixed-base conditions.

EXCEPTION: In lieu of Eqs. (17.5-6) and (17.5-9), the
lateral seismic force Fx is permitted to be calculated as the
average value of the force at level x in the direction of interest
using the results of a simplified stick model of the building and a
lumped representation of the isolation system using response
history analysis scaled to Vb=RI at the base level.

17.5.6 Drift Limits. The maximum story drift of the structure
above the isolation system shall not exceed 0.015hsx. The drift
shall be calculated by Eq. (12.8-15) with Cd for the isolated
structure equal to RI as defined in Section 17.5.4.2.
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17.6 DYNAMIC ANALYSIS PROCEDURES

17.6.1 General. Where dynamic analysis is used to design
seismically isolated structures, the requirements of this section
shall apply.

17.6.2 Modeling. The mathematical models of the isolated
structure, including the isolation system, the seismic force-
resisting system, and other structural elements, shall conform
to Section 12.7.3 and to the requirements of Sections 17.6.2.1
and 17.6.2.2.

17.6.2.1 Isolation System. The isolation system shall be
modeled using deformational characteristics developed in
accordance with Section 17.2.8. The lateral displacements and
forces shall be computed separately for upper bound and lower
bound isolation system properties as defined in Section 17.2.8.5.
The isolation system shall be modeled with sufficient detail to
capture all of the following:

1. Spatial distribution of isolator units.
2. Translation, in both horizontal directions, and torsion of the

structure above the isolation interface considering the most
disadvantageous location of eccentric mass.

3. Overturning and uplift forces on individual isolator units.
4. Effects of vertical load, bilateral load, and/or the rate of

loading if the force-deflection properties of the isolation
system are dependent on one or more of these attributes.

The total maximum displacement, DTM , across the isolation
system shall be calculated using a model of the isolated structure
that incorporates the force-deflection characteristics of nonlinear
elements of the isolation system and the seismic force-resisting
system.

17.6.2.2 Isolated Structure. The maximum displacement of
each floor and design forces and displacements in elements of
the seismic force-resisting system are permitted to be calculated
using a linear elastic model of the isolated structure provided that
all elements of the seismic force-resisting system of the structure
above the isolation system remain essentially elastic.

Seismic force-resisting systems with essentially elastic ele-
ments include, but are not limited to, regular structural systems
designed for a lateral force not less than 100% of Vs determined
in accordance with Sections 17.5.4.2 and 17.5.4.3.

The analysis of the isolation system and structure shall be
performed separately for upper bound and lower bound proper-
ties, and the governing case for each response parameter of
interest shall be used for design.

17.6.3 Description of Procedures

17.6.3.1 General. Response spectrum analysis shall be
performed in accordance with Section 12.9 and the
requirements of Section 17.6.3.3. Response history analysis
shall be performed in accordance with the requirements of
Section 17.6.3.4.

17.6.3.2 MCER Ground Motions. The MCER ground
motions of Section 17.3 shall be used to calculate the lateral
forces and displacements in the isolated structure, the total
maximum displacement of the isolation system, and the forces
in the isolator units, isolator unit connections, and supporting
framing immediately above and below the isolators used to resist
isolator P-delta demands.

17.6.3.3 Response Spectrum Analysis Procedure. Response
spectrum analysis shall be performed using a modal damping
value for the fundamental mode in the direction of interest

not greater than the effective damping of the isolation
system or 30% of critical, whichever is less. Modal damping
values for higher modes shall be selected consistent with
those that would be appropriate for response spectrum
analysis of the structure above the isolation system assuming
a fixed base.

Response spectrum analysis used to determine the total maxi-
mum displacement shall include simultaneous excitation of the
model by 100% of the ground motion in the critical direction and
30% of the ground motion in the perpendicular, horizontal
direction. The maximum displacement of the isolation system
shall be calculated as the vector sum of the two orthogonal
displacements.

17.6.3.4 Response History Analysis Procedure. Response
history analysis shall be performed for a set of ground motion
pairs selected and scaled in accordance with Section 17.3.3.
Each pair of ground motion components shall be applied
simultaneously to the model, considering the most dis-
advantageous location of eccentric mass. The maximum
displacement of the isolation system shall be calculated from
the vector sum of the two orthogonal displacements at each
time step.

The parameters of interest shall be calculated for each ground
motion used for the response history analysis, and the average
value of the response parameter of interest shall be used for
design.

For sites identified as near-fault, each pair of horizontal ground
motion components shall be rotated to the fault-normal and
fault-parallel directions of the causative faults and applied to
the building in such orientation.

For all other sites, individual pairs of horizontal ground motion
components need not be applied in multiple orientations.

17.6.3.4.1 Accidental Mass Eccentricity. Torsional response
resulting from lack of symmetry in mass and stiffness shall be
accounted for in the analysis. In addition, accidental eccentricity
consisting of displacement of the center of mass from the
computed location by an amount equal to 5% of the diaphragm
dimension, separately in each of two orthogonal directions at the
level under consideration.

The effects of accidental eccentricity are permitted to
be accounted for by amplifying forces, drifts, and deforma-
tions determined from an analysis using only the computed
center of mass, provided that factors used to amplify forces,
drifts, and deformations of the center-of-mass analysis
are shown to produce results that bound all the mass-eccentric
cases.

17.6.4 Minimum Lateral Displacements and Forces

17.6.4.1 Isolation System and Structural Elements below the
Base Level. The isolation system, foundation, and all structural
elements below the base level shall be designed using all of the
applicable requirements for a nonisolated structure and the forces
obtained from the dynamic analysis without reduction, but the
design lateral force shall not be taken as less than 90% of Vb
determined by Eq. (17.5-5).

The total maximum displacement of the isolation system shall
not be taken as less than 80% of DTM as prescribed by Sec-
tion 17.5.3.3 except that D 0

M is permitted to be used in lieu of DM
where

D 0
M =

DMffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
1þ ðT=TMÞ2

p (17.6-1)
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and

DM = maximum displacement [in. (mm)] at the center of rigidity
of the isolation system in the direction under consideration,
as prescribed by Eq. (17.5-1);

T = elastic, fixed-base period, in s, of the structure above the
isolation system as determined by Section 12.8.2, includ-
ing the coefficient Cu, if the approximate period formulas
are used to calculate the fundamental period; and

TM = effective period, in s, of the seismically isolated structure,
at the displacement DM in the direction under consider-
ation, as prescribed by Eq. (17.5-2).

17.6.4.2 Structural Elements above the Base Level. Subject
to the procedure-specific limits of this section, structural
elements above the base level shall be designed using the
applicable requirements for a nonisolated structure and the
forces obtained from the dynamic analysis reduced by a factor
of RI as determined in accordance with Section 17.5.4.2.
For response spectrum analysis, the design shear at any story

shall not be less than the story shear resulting from application of
the forces calculated using Eq. (17.5-9) and a value of Vb equal
to the base shear obtained from the response spectrum analysis in
the direction of interest.
For response history analysis of regular structures, the value of

Vb shall not be taken as less than 80% of that determined in
accordance with Section 17.5.4.1, and the value Vs shall not be
taken as less than 100% of the limits specified by
Section 17.5.4.3.
For response history analysis of irregular structures, the value

of Vb shall not be taken as less than 100% of that determined in
accordance with Section 17.5.4.1, and the value Vs shall not be
taken as less than 100% of the limits specified by
Section 17.5.4.3.

17.6.4.3 Scaling of Results. Where the factored lateral shear
force on structural elements, determined using either the response
spectrum or response history procedure, is less than the minimum
values prescribed by Sections 17.6.4.1 and 17.6.4.2, all design
parameters shall be adjusted upward proportionally.

17.6.4.4 Drift Limits. Maximum story drift corresponding to
the design lateral force including displacement caused by vertical
deformation of the isolation system shall comply with either of
the following limits:

1. Where response spectrum analysis is used, the maximum
story drift of the structure above the isolation system shall
not exceed 0.015hsx.

2. Where response history analysis based on the force-
deflection characteristics of nonlinear elements of the
seismic force-resisting system is used, the maximum story
drift of the structure above the isolation system shall not
exceed 0.020hsx.

Drift shall be calculated using Eq. (12.8-15) with the
Cd of the isolated structure equal to RI as defined in
Section 17.5.4.2.
The secondary effects of the maximum lateral displacement of

the structure above the isolation system combined with gravity
forces shall be investigated if the story drift ratio exceeds
0.010=RI .

17.7 DESIGN REVIEW

An independent design review of the isolation system and related
test programs shall be performed by one or more individuals

possessing knowledge of the following items with a minimum of
one reviewer being a registered design professional (RDP).
Isolation system design review shall include, but not be limited
to, all of the following:

1. Project design criteria, including site-specific spectra and
ground motion histories.

2. Preliminary design, including the selection of the
devices, determination of the maximum displacement,
the total maximum displacement, and the lateral force
level.

3. Review of qualification data and appropriate property
modification factors for the manufacturer and device
selected.

4. Prototype testing program (Section 17.8.2).
5. Final design of the entire structural system and all support-

ing analyses, including modeling of isolators for response
history analysis if performed.

6. Isolator production testing program (Section 17.8.5).

17.8 TESTING

17.8.1 General. The deformation characteristics and damping
values of the isolation system used in the design and analysis of
seismically isolated structures shall be based on tests of a selected
sample of the components before construction as described in
this section. The isolation system components to be tested shall
include the wind-restraint system if such a system is used in the
design.
The tests specified in this section are for establishing and

validating the isolator unit and isolation system test properties
that are used to determine design properties of the isolation
system in accordance with Section 17.2.8

17.8.1.1 Qualification Tests. Isolation device manufacturers
shall submit for approval by the registered design professional
the results of qualification tests, analysis of test data, and
supporting scientific studies that are permitted to be used to
quantify the effects of heating caused by cyclic dynamic motion,
loading rate, scragging, variability and uncertainty in production
bearing properties, temperature, aging, environmental exposure,
and contamination. The qualification testing shall be applicable
to the component types, models, materials, and sizes to be
used in the construction. The qualification testing shall have
been performed on components manufactured by the same
manufacturer supplying the components to be used in the
construction. When scaled specimens are used in the qualifica-
tion testing, principles of scaling and similarity shall be used in
the interpretation of the data.

17.8.2 Prototype Tests. Prototype tests shall be performed
separately on two full-size specimens (or sets of specimens, as
appropriate) of each predominant type and size of isolator unit of
the isolation system. The test specimens shall include the wind-
restraint system if such a system is used in the design. Specimens
tested shall not be used for construction unless they are accepted
by the registered design professional responsible for the design of
the structure.

17.8.2.1 Record. For each cycle of each test, the force-
deflection behavior of the test specimen shall be recorded.

17.8.2.2 Sequence and Cycles. Each of the following sequence
of tests shall be performed for the prescribed number of
cycles at a vertical load equal to the average dead load plus
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one-half the effects caused by live load on all isolator units of a
common type and size. Before these tests, the production set of
tests specified in Section 17.8.5 shall be performed on each
isolator:

1. Twenty fully reversed cycles of loading at a lateral force
corresponding to the wind design force.

2. The sequence of either item (a) or item (b) below shall be
performed:
a. Three fully reversed cycles of loading at each of the

following increments of the displacement: 0.25DM ,
0.5DM , 0.67DM , and 1.0DM where DM is determined
in Section 17.5.3.1 or Section 17.6, as appropriate.

b. The following sequence, performed dynamically at the
effective period, TM : continuous loading of one fully
reversed cycle at each of the following increments of
the maximum displacement: 1.0DM , 0.67DM , 0.5DM ,
and 0.25DM followed by continuous loading of one
fully reversed cycle at 0.25DM , 0.5DM , 0.67DM , and
1.0DM . A rest interval is permitted between these two
sequences.

3. Three fully reversed cycles of loading at the maximum
displacement, 1.0DM .

4. The sequence of either item (a) or item (b) below shall be
performed:
a. 30SM1=ðSMSBMÞ, but not fewer than 10, continuous

fully reversed cycles of loading at 0.75 times the
maximum displacement, 0.75DM .

b. The test of item (a), performed dynamically at the
effective period, TM . This test may comprise separate
sets of multiple cycles of loading, with each set con-
sisting of not fewer than five continuous cycles.

If an isolator unit is also a vertical load-carrying element, then
item 3 of the sequence of cyclic tests specified in the preceding
text shall be performed for two additional vertical load cases
specified in Section 17.2.7.1. The load increment caused by
earthquake overturning, QE , shall be equal to or greater than the
peak earthquake vertical force response corresponding to the test
displacement being evaluated. In these tests, the combined
vertical load shall be taken as the typical or average downward
force on all isolator units of a common type and size. Axial load
and displacement values for each test shall be the greater of those
determined by analysis using upper bound and lower bound
values of isolation system properties determined in accordance
with Section 17.2.8.5. The effective period TM shall be the lower
of those determined by analysis using upper bound and lower
bound values.

17.8.2.3 Dynamic Testing. Tests specified in Section 17.8.2.2
shall be performed dynamically at the lower of the effective
periods, TM , determined using upper bound and lower bound
properties.

Dynamic testing shall not be required if the prototype testing
has been performed dynamically on similar-sized isolators that
meet the requirements of Section 17.8.2.7, and the testing was
conducted at similar loads and accounted for the effects of
velocity, amplitude of displacement, and heating effects. The
prior dynamic prototype test data shall be used to establish
factors that adjust three-cycle average values of kd and Eloop to
account for the difference in test velocity and heating effects and
to establish λðtest, minÞ and λðtest, maxÞ.

Only if full-scale testing is not possible, reduced-scale proto-
type specimens can be used to quantify rate-dependent properties

of isolators. The reduced-scale prototype specimens shall be of
the same type and material and shall be manufactured with the
same processes and quality as full-scale prototypes and shall be
tested at a frequency that represents full-scale prototype loading
rates.

17.8.2.4 Units Dependent on Bilateral Load. If the force-
deflection properties of the isolator units exhibit bilateral load
dependence, the tests specified in Sections 17.8.2.2 and 17.8.2.3
shall be augmented to include bilateral load at the following
increments of the maximum displacement, DM∶ 0.25 and 1.0, 0.5
and 1.0, 0.67 and 1.0, and 1.0 and 1.0.

If reduced-scale specimens are used to quantify bilateral-load-
dependent properties, they shall meet the requirements of Sec-
tion 17.8.2.7; the reduced-scale specimens shall be of the same
type and material and manufactured with the same processes and
quality as full-scale prototypes.

The force-deflection properties of an isolator unit shall be
considered to be dependent on bilateral load if the effective
stiffness when subjected to bilateral loading is different by
more than 15% from the effective stiffness subjected to unilateral
loading.

17.8.2.5 Maximum and Minimum Vertical Load. Isolator
units that carry vertical load shall be subjected to one fully
reversed cycle of loading at the total maximum displacement,
DTM , and at each of the vertical loads corresponding to the
maximum and minimum downward vertical loads as specified in
Section 17.2.7.1 on any one isolator of a common type and size.
Axial load and displacement values for each test shall be the
greater of those determined by analysis using the upper bound
and lower bound values of isolation system properties
determined in accordance with Section 17.2.8.5.

EXCEPTION: In lieu of envelope values for a single test, it
shall be acceptable to perform two tests, one each for the
combination of vertical load and horizontal displacement
obtained from analysis using the upper bound and lower bound
values of isolation system properties, respectively, determined in
accordance with Section 17.2.8.5

17.8.2.6 Sacrificial Wind-Restraint Systems. If a sacrificial
wind-restraint system is to be used, its ultimate capacity shall be
established by test.

17.8.2.7 Testing Similar Units. Prototype tests need not be
performed if an isolator unit, when compared to another tested
unit, complies with all of the following criteria:

1. The isolator design is not more than 15% larger
nor more than 30% smaller than the previously tested
prototype, in terms of governing device dimensions; and

2. The design is of the same type and materials; and
3. The design has an energy dissipated per cycle, Eloop, that is

not less than 85% of the previously tested unit; and
4. The design is fabricated by the same manufacturer using

the same or more stringent documented manufacturing and
quality control procedures; and

5. For elastomeric type isolators, the design shall not be
subject to a greater shear strain nor greater vertical stress
than that of the previously tested prototype; and

6. For sliding type isolators, the design shall not be subject to a
greater vertical stress or sliding velocity than that of the
previously tested prototype using the same sliding material.

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 177

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



The prototype testing exemption above shall be approved by
independent design review, as specified in Section 17.7.

When the results of tests of similar isolator units are used to
establish dynamic properties in accordance with Section 17.8.2.3,
in addition to Items 2 to 4 above, the following criteria shall be
satisfied:

7. The similar unit shall be tested at a frequency that repre-
sents design full-scale loading rates in accordance with
principles of scaling and similarity.

8. The length scale of reduced-scale specimens shall not be
greater than two.

17.8.3 Determination of Force-Deflection Characteristics. The
force-deflection characteristics of an isolator unit shall be based on
the cyclic load tests of prototype isolators specified in
Section 17.8.2.
As required, the effective stiffness of an isolator unit, keff , shall

be calculated for each cycle of loading as prescribed by
Eq. (17.8-1):

keff =
jFþj þ jF−j
jΔþj þ jΔ−j (17.8-1)

where Fþ and F− are the positive and negative forces, at the
maximum positive and minimum negative displacements Δþ and
Δ−, respectively.
As required, the effective damping, βeff , of an isolator unit

shall be calculated for each cycle of loading by Eq. (17.8-2):

βeff =
2
π

Eloop

keffðjΔþj þ jΔ−jÞ2 (17.8-2)

where the energy dissipated per cycle of loading, Eloop, and the
effective stiffness, keff , shall be based on peak test displacements
of Δþ and Δ−.
As required, the postyield stiffness, kd, of each isolator unit

shall be calculated for each cycle of loading using the following
assumptions:

1. A test loop shall be assumed to have bilinear hysteretic
characteristics with values of k1, kd, f o, f y, keff , and Eloop as
shown in Fig. 17.8-1.

2. The computed loop shall have the same values of effective
stiffness, keff , and energy dissipated per cycle of loading,
Eloop, as the test loop.

3. The assumed value of k1 shall be a visual fit to the elastic
stiffness of the isolator unit during unloading immediately
after DM .

It is permitted to use different methods for fitting the
loop, such as a straight-line fit of kd directly to the hysteresis
curve extending to DM and then determining k1 to
match Eloop.

17.8.4 Test Specimen Adequacy. The performance of the test
specimens shall be deemed adequate if all of the following
conditions are satisfied:

1. The force-deflection plots for all tests specified in
Section 17.8.2 have a positive incremental force-resisting
capacity.

2. The average postyield stiffness, kd, and energy dissipated
per cycle, Eloop, for the three cycles of test specified in
Section 17.8.2.2, Item 3, for the vertical load equal to the
average dead load plus one-half the effects caused by live
load, including the effects of heating and rate of loading in
accordance with Section 17.2.8.3, shall fall within the
range of the nominal design values defined by the permis-
sible individual isolator range, which are typically þ=–5%
greater than the λðspec, minÞ and λðspec, maxÞ range for the
average of all isolators.

3. For each increment of test displacements 0.67DM
and 1.0DM specified in Item 2 and Item 3 of
Section 17.8.2.2 and for each vertical load case specified
in Section 17.8.2.2, the value of the postyield stiffness,
kd, at each of the cycles of test at a common displacement
shall fall within the range defined by λðtest, minÞ and
λðtest, maxÞ multiplied by the nominal value of postyield
stiffness.

4. For each specimen, there is no greater than a 20% change in
the initial effective stiffness over the cycles of test specified
in Item 4 of Section 17.8.2.2.

5. For each test specimen, the value of the postyield stiffness,
kd, and energy dissipated per cycle, Eloop, for any cycle of
test in Section 17.8.2.2, Item 4(a) shall fall within the
range of the nominal design values defined by λðtest, minÞ and
λðtest, maxÞ.

6. For each specimen, there is no greater than a 20% decrease
in the initial effective damping over the cycles of test
specified in Item 4 of Section 17.8.2.2.

7. All specimens of vertical load-carrying elements of the
isolation system remain stable where tested in accordance
with Section 17.8.2.5.

EXCEPTION: The registered design professional is permit-
ted to adjust the limits of Items 3, 4, and 6 to account for the
property variation factors of Section 17.2.8.4 used for design of
the isolation system.

17.8.5 Production Tests. A test program for the isolator
units used in the construction shall be established by the
registered design professional. The test program shall evaluate
the consistency of measured values of nominal isolator unit
properties by testing 100% of the isolators in combined
compression and shear at not less than two-thirds of the
maximum displacement, DM , determined using lower bound
properties.
The mean results of all tests shall fall within the range of

values defined by the λðspec, maxÞ and λðspec, minÞ values established
in Section 17.2.8.4. A different range of values is permitted to be
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FIGURE 17.8-1 Nominal Properties of the Isolator Bilinear Force-
Deflection Model
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used for individual isolator units and for the average value
across all isolators of a given unit type, provided that differences
in the ranges of values are accounted for in the design of
each element of the isolation system, as prescribed in
Section 17.2.8.4.

17.9 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

See Chapter 23 for the list of consensus standards and other
documents that shall be considered part of this standard to the
extent referenced in this chapter.
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CHAPTER 18

SEISMIC DESIGN REQUIREMENTS FOR STRUCTURES WITH DAMPING SYSTEMS

18.1 GENERAL

18.1.1 Scope. Every structure with a damping system and every
portion thereof shall be designed and constructed in accordance
with the requirements of this standard as modified by this chapter.
Where damping devices are used across the isolation interface of a
seismically isolated structure, displacements, velocities, and
accelerations shall be determined in accordance with Chapter 17.

18.1.2 Definitions. The following definitions apply only to the
structures with damping system provisions of Chapter 18 and are
in addition to the definitions presented in Chapter 11:

DAMPING DEVICE: A flexible structural element of the
damping system that dissipates energy caused by relative motion
of each end of the device. Damping devices include all pins,
bolts, gusset plates, brace extensions, and other components
required to connect damping devices to the other elements of the
structure. Damping devices are classified as either displacement-
dependent or velocity-dependent, or a combination thereof, and
are permitted to be configured to act in either a linear or nonlinear
manner.

DAMPING SYSTEM: The collection of structural elements
that includes all the individual damping devices, all structural
elements or bracing required to transfer forces from damping
devices to the base of the structure, and the structural elements
required to transfer forces from damping devices to the seismic
force-resisting system.

DISPLACEMENT-DEPENDENT DAMPING DEVICE:
The force response of a displacement-dependent damping device
is primarily a function of the relative displacement between each
end of the device. The response is substantially independent of
the relative velocity between each of the device and/or the
excitation frequency.

FORCE-CONTROLLED ELEMENTS: Element actions
for which reliable inelastic deformation capacity is not achiev-
able without critical strength decay.

VELOCITY-DEPENDENT DAMPING DEVICE: The
force-displacement relation for a velocity-dependent damping
device is primarily a function of the relative velocity between
each end of the device and could also be a function of the relative
displacement between each end of the device.

18.1.3 Symbols. Symbols presented in this section apply only
to the structures with damping system provisions of Chapter 18
and are in addition to the symbols presented in Chapter 11.

B1D = numerical coefficient as set forth in Table 18.7-1 for
effective damping equal to βmDðm= 1Þ and period of
structure equal to T1D

B1E = numerical coefficient as set forth in Table 18.7-1 for
the effective damping equal to βI þ βV1 and period
equal to T1

B1M = numerical coefficient as set forth in Table 18.7-1 for
effective damping equal to βmMðm= 1Þ and period of
structure equal to T1M

BmD = numerical coefficient as set forth in Table 18.7-1 for
effective damping equal to βml and period of struc-
ture equal to Tm

BmM = numerical coefficient as set forth in Table 18.7-1 for
effective damping equal to βmM and period of struc-
ture equal to Tm

BR = numerical coefficient as set forth in Table 18.7-1 for
effective damping equal to βR and period of structure
equal to TR

BVþI = numerical coefficient as set forth in Table 18.7-1 for
effective damping equal to the sum of viscous damping
in the fundamental mode of vibration of the structure in
the direction of interest, βVmðm= 1Þ, plus inherent
damping, βI , and period of structure equal to T1

CmFD = force coefficient as set forth in Table 18.7-2
CmFV = force coefficient as set forth in Table 18.7-3
CS1 = seismic response coefficient of the fundamental

mode of vibration of the structure in the direction
of interest, Section 18.7.1.2.4 or 18.7.2.2.4
(m= 1)

CSm = seismic response coefficient of the mth mode of
vibration of the structure in the direction of interest,
Section 18.7.1.2.4 (m= 1) or Section 18.7.1.2.6
(m > 1)

CSR = seismic response coefficient of the residual mode of
vibration of the structure in the direction of interest,
Section 18.7.2.2.8

D1D = fundamental mode design displacement at the center
of rigidity of the roof level of the structure in the
direction under consideration, Section 18.7.2.3.2

D1M = fundamental mode MCER displacement at the center
of rigidity of the roof level of the structure in the
direction under consideration, Section 18.7.2.3.5

DmD = design displacement at the center of rigidity of the
roof level of the structure caused by the mth mode of
vibration in the direction under consideration,
Section 18.7.1.3.2

DmM =MCER displacement at the center of rigidity of the
roof level of the structure caused by the mth mode of
vibration in the direction under consideration,
Section 18.7.1.3.5

DRD = residual mode design displacement at the center of
rigidity of the roof level of the structure in the
direction under consideration, Section 18.7.2.3.2

DRM = residual mode MCER displacement at the center of
rigidity of the roof level of the structure in the
direction under consideration, Section 18.7.2.3.5
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DY = displacement at the center of rigidity of the roof level
of the structure at the effective yield point of the
seismic force-resisting system, Section 18.7.3.3

Eloop = area of one load-displacement hysteresis loop,
Section 18.6.1.5.1

f i = lateral force at level i of the structure distributed
approximately in accordance with Section 12.8.3,
Section 18.7.2.2.3

Fi1 = inertial force at level i (or mass point i) in the
fundamental mode of vibration of the structure in
the direction of interest, Section 18.7.2.2.9

Fim = inertial force at level i (or mass point i) in the mth
mode of vibration of the structure in the direction of
interest, Section 18.7.1.2.7

FiR = inertial force at level i (or mass point i) in the residual
mode of vibration of the structure in the direction of
interest, Section 18.7.2.2.9

hi = height above the base to level i, Section 18.7.2.2.3
hn = structural height, Section 18.7.2.2.3
qH = hysteresis loop adjustment factor as determined in

Section 18.7.3.2.2.1
QDSD = force in an element of the damping system required

to resist design seismic forces of displacement-
dependent damping devices, Section 18.7.4.5

QE = seismic design force in each element of the damping
system, Section 18.7.4.5

QmDSV = force in an element of the damping system required
to resist design seismic forces of velocity-dependent
damping devices caused by the mth mode of vibra-
tion of the structure in the direction of interest,
Section 18.7.4.5

QmSFRS = force in an element of the damping system equal to
the design seismic force of the mth mode of vibration
of the structure in the direction of interest,
Section 18.7.4.5

T1 = fundamental period of the structure in the direction
under consideration

T1D = effective period, in seconds, of the fundamental
mode of vibration of the structure at the design
displacement in the direction under consideration,
as prescribed by Section 18.7.1.2.5 or 18.7.2.2.5

T1M = effective period, in seconds, of the fundamental
mode of vibration of the structure at the MCER
displacement in the direction under consideration,
as prescribed by Section 18.7.1.2.5 or 18.7.2.2.5

Tm = period, in seconds, of the mth mode of vibration of
the structure in the direction under consideration,
Section 18.7.1.2.6

TR = period, in seconds, of the residual mode of vibration
of the structure in the direction under consideration,
Section 18.7.2.2.7

V = seismic base shear in the direction of interest,
Section 18.2.1.1

V1 = design value of the seismic base shear of the funda-
mental mode in a given direction of response, as deter-
mined in Section 18.7.2.2.1 and Section 18.7.2.2.2,

Vm = design value of the seismic base shear of the mth
mode of vibration of the structure in the direction of
interest, Section 18.7.1.2.2

Vmin = minimum allowable value of base shear permitted
for design of the seismic force-resisting system of the
structure in the direction of interest, Section 18.2.1.1

VR = design value of the seismic base shear of the residual
mode of vibration of the structure in a given direc-
tion, as determined in Section 18.7.2.2.6

wi = effective seismic weight of the ith floor of the
structure, Section 18.7.1.2.2

W1 = effective fundamental mode seismic weight deter-
mined in accordance with Eq. (18.7-2b) for m= 1

Wm = effective seismic weight of themth mode of vibration
of the structure, Section 18.7.1.2.2

Wm = maximum strain energy in the mth mode of vibration
of the structure in the direction of interest at modal
displacements, δim, Section 18.7.3.2.2.1

Wmj = work done by jth damping device in one complete
cycle of dynamic response corresponding to the
mth mode of vibration of the structure in the direc-
tion of interest at modal displacements, δim,
Section 18.7.3.2.2.1

WR = effective residual mode seismic weight determined in
accordance with Eq. (18.7-30)

α = velocity exponent relating damping device force to
damping device velocity

βHD = component of effective damping of the structure in
the direction of interest caused by postyield hyster-
etic behavior of the seismic force-resisting system
and elements of the damping system at effective
ductility demand μD, Section 18.7.3.2.2

βHM = component of effective damping of the structure in
the direction of interest caused by postyield hyster-
etic behavior of the seismic force-resisting system
and elements of the damping system at effective
ductility demand, μM , Section 18.7.3.2.2

βI = component of effective damping of the structure
caused by the inherent dissipation of energy by
elements of the structure, at or just below the effec-
tive yield displacement of the seismic force-resisting
system, Section 18.7.3.2.1

βmD = total effective damping of the mth mode of vibration
of the structure in the direction of interest at the
design displacement, Section 18.7.3.2

βmM = total effective damping of the mth mode of vibration
of the structure in the direction of interest at the
MCER displacement, Section 18.7.3.2

βR = total effective damping in the residual mode of
vibration of the structure in the direction of interest,
calculated in accordance with Section 18.7.3.2
(using μD = 1.0 and μM = 1.0)

βVm = component of effective damping of the mth mode of
vibration of the structure in the direction of interest
caused by viscous dissipation of energy by the
damping system, at or just below the effective yield
displacement of the seismic force-resisting system,
Section 18.7.3.2.3

Γ1 = participation factor of the fundamental mode of
vibration of the structure in the direction of interest,
Section 18.7.1.2.3 or 18.7.2.2.3 (m= 1)

Γm = participation factor in the mth mode of vibration of the
structure in the direction of interest, Section 18.7.1.2.3

ΓR = participation factor of the residual mode of vibration
of the structure in the direction of interest,
Section 18.7.2.2.7

δi = elastic deflection of level i of the structure caused by
applied lateral force, f i, Section 18.7.2.2.3

δi1D = fundamental mode design deflection of level i at the
center of rigidity of the structure in the direction
under consideration, Section 18.7.2.3.1

δiD = total design deflection of level i at the center of
rigidity of the structure in the direction under con-
sideration, Section 18.7.2.3

182 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



δiM = total MCER deflection of level i at the center of
rigidity of the structure in the direction under con-
sideration, Section 18.7.2.3

δim = deflection of level i in the mth mode of vibration at
the center of rigidity of the structure in the direction
under consideration, Section 18.7.3.2.3

δimD = design deflection of level i in the mth mode of
vibration at the center of rigidity of the
structure in the direction under consideration,
Section 18.7.1.3.1

δiRD = residual mode design deflection of level i at the
center of rigidity of the structure in the direction
under consideration, Section 18.7.2.3.1

Δ1D = design story drift caused by the fundamental mode of
vibration of the structure in the direction of interest,
Section 18.7.2.3.3

ΔD = total design story drift of the structure in the direction
of interest, Section 18.7.2.3.3

ΔM = total MCER story drift of the structure in the direction
of interest, Section 18.7.2.3

ΔmD = design story drift caused by the mth mode of vibra-
tion of the structure in the direction of interest,
Section 18.7.1.3.3

ΔRD = design story drift caused by the residual mode of
vibration of the structure in the direction of interest,
Section 18.7.2.3.3

λðae, maxÞ = factor to represent possible variation in damper
properties above the tested values caused by aging
and environmental effects; this is a multiple of all the
individual aging and environmental effects,
Section 18.2.4.5

λðae, minÞ = factor to represent possible variation in damper
properties below the tested values caused by aging
and environmental effects; this is a multiple of all the
individual aging and environmental effects,
Section 18.2.4.5

λmax = factor to represent possible total variation in damper
properties above the nominal properties,
Section 18.2.4.5

λmin = factor to represent possible total variation in damper
properties below the nominal properties,
Section 18.2.4.5

λðspec, maxÞ = factor to represent permissible variation in produc-
tion damper nominal properties above those assumed
in design, Section 18.2.4.5

λðspec, minÞ = factor to represent permissible variation in produc-
tion damper nominal properties below those assumed
in design, Section 18.2.4.5

λðtest, maxÞ = factor to represent possible variations in damper
properties above the nominal values obtained from
the prototype tests; this is a multiple of all the testing
effects, Section 18.2.4.5

λðtest, minÞ = factor to represent possible variations in damper
properties below the nominal values obtained from
the prototype tests; this is a multiple of all the testing
effects, Section 18.2.4.5

μ = effective ductility demand on the seismic force-
resisting system in the direction of interest

μD = effective ductility demand on the seismic force-
resisting system in the direction of interest caused
by the design earthquake ground motions,
Section 18.7.3.3

μM = effective ductility demand on the seismic force-
resisting system in the direction of interest caused
by the MCER ground motions, Section 18.7.3.3

μmax = maximum allowable effective ductility demand on
the seismic force-resisting system caused by the
design earthquake ground motions, Section 18.7.3.4

φi1 = displacement amplitude at level i of the fundamental
mode of vibration of the structure in the direction of
interest, normalized to unity at the roof level,
Section 18.7.2.2.3

φim = displacement amplitude at level i of the mth mode of
vibration of the structure in the direction of interest,
normalized to unity at the roof level,
Section 18.7.1.2.2

φiR = displacement amplitude at level i of the residual
mode of vibration of the structure in the direction
of interest normalized to unity at the roof level,
Section 18.7.2.2.7

∇1D = design story velocity caused by the fundamental
mode of vibration of the structure in the direction
of interest, Section 18.7.2.3.4

∇D = total design story velocity of the structure in the
direction of interest, Section 18.7.1.3.4

∇M = total MCER story velocity of the structure in the
direction of interest, Section 18.7.2.3

∇mD = design story velocity caused by the mth mode of
vibration of the structure in the direction of interest,
Section 18.7.1.3.4

∇RD = design story velocity caused by the residual mode of
vibration of the structure in the direction of interest,
Section 18.7.2.3.4

18.2 GENERAL DESIGN REQUIREMENTS

18.2.1 System Requirements. Design of the structure shall
consider the basic requirements for the seismic force-resisting
system and the damping system as defined in the following
sections. The seismic force-resisting system shall have the
required strength to meet the forces defined in Section 18.2.1.1.
The combination of the seismic force-resisting system and the
damping system is permitted to be used to meet the drift
requirement.

18.2.1.1 Seismic Force-Resisting System. Structures that
contain a damping system shall have a seismic force-resisting
system that, in each lateral direction, conforms to one of the types
indicated in Table 12.2-1.

The design of the seismic force-resisting system in each
direction shall satisfy the minimum base shear requirements of
this section and the requirements of Section 18.4 if the nonlinear
response history procedure of Section 18.3 is used, or
Section 18.7.4 if either the response spectrum procedure
of Section 18.7.1 or the equivalent lateral force procedure of
Section 18.7.2 is used.

The seismic base shear used for design of the seismic force-
resisting system shall not be less than Vmin, where Vmin is
determined as the greater of the values computed using
Eqs. (18.2-1) and (18.2-2):

Vmin =
V

BVþ1
(18.2-1)

Vmin = 0.75V (18.2-2)

where

V = seismic base shear in the direction of interest, determined
in accordance with Section 12.8, and
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BVþI = numerical coefficient as set forth in Table 18.7-1 for
effective damping equal to the sum of viscous damping
in the fundamental mode of vibration of the structure in
the direction of interest, βVmðm= 1Þ, plus inherent damp-
ing, βI , and period of structure equal to T1.

EXCEPTION: The seismic base shear used for design of the
seismic force-resisting system shall not be taken as less than 1.0V
if either of the following conditions apply:

1. In the direction of interest, the damping system has fewer
than two damping devices on each floor level, configured to
resist torsion.

2. The seismic force-resisting system has horizontal irregu-
larity Type 1b (Table 12.3-1) or vertical irregularity Type
1b (Table 12.3-2).

18.2.1.2 Damping System. Damping devices and all other
components required to connect damping devices to the other
elements of the structure shall be designed to remain elastic for
MCER loads. Other elements of the damping system are
permitted to have inelastic response at MCER if it is shown
by analysis or test that inelastic response of these elements would
not adversely affect damping system function. If either the
response spectrum procedure of Section 18.7.1 or the
equivalent lateral force procedure of Section 18.7.2 is used,
the inelastic response shall be limited in accordance with the
requirements of Section 18.7.4.6.
Force-controlled elements of the damping system shall be

designed for seismic forces that are increased by 20% from those
corresponding to average MCER response.

18.2.2 Seismic Ground Motion Criteria

18.2.2.1 Design Earthquake and MCRR Response Spectra.
The response spectrum requirements of Sections 11.4.5 and
11.4.6 are permitted to be used to determine the design
earthquake and MCER response spectra for the site of interest.
The site-specific ground motion procedures set forth in
Chapter 21 are also permitted to be used to determine ground
motions for any structure with a damping system.
For any structure with a damping system located on a Site

Class F site, site response analysis shall be performed in accor-
dance with Section 21.1.

18.2.2.2 Design Earthquake and MCER Ground Motion
Records. Where nonlinear response history analysis procedures
are used, design earthquake and MCER ground motion suites shall
each consist of not less than seven pairs of horizontal acceleration
components selected and scaled from individual recorded events
that have magnitudes, fault distance, and source mechanisms that
are consistent with those that control the design earthquake and
MCER events. Amplitude or spectral matching is permitted to scale
the ground motions. Where the required number of recorded ground
motion pairs is not available, simulated ground motion pairs are
permitted to make up the total number required.
For each pair of horizontal ground motion components, a

square root of the sum of the squares (SRSS) spectrum shall be
constructed by taking the SRSS of the 5% damped response
spectra for the scaled components (when amplitude scaling is
used, an identical scale factor is applied to both components of a
pair). For both the design earthquake and the MCER suites, each
pair of motions shall be scaled such that in the period range from
0.2T1D to 1.25T1M , the average of the SRSS spectra from all
horizontal component pairs does not fall below the correspond-
ing ordinate of the response spectra used in the design, deter-
mined in accordance with Section 18.2.2.1.

For records that are spectrally matched, for both the design
earthquake and the MCER, each pair of motions shall be scaled
such that in the period range from 0.2T1D to 1.25T1M , the
response spectrum of one component of the pair is at least
90% of the corresponding ordinate of the response spectrum
used in the design, determined in accordance with
Section 18.2.2.1.
For sites within 3 mi (5 km) of the active fault that controls the

hazard, spectral matching shall not be used unless the pulse
characteristics of the near-field ground motions are included in
the site-specific response spectra, and pulse characteristics, when
present in individual ground motions, are retained after the
matching process has been completed.
At sites within 3 mi (5 km) of the active fault that controls the

hazard, for both the design earthquake and the MCER suites,
each pair of components shall be rotated to the fault-normal and
fault-parallel directions of the causative fault and shall be scaled
so that the average spectrum of the fault-normal components is
not less than the design or MCER response spectrum, as
appropriate, and the average spectrum of the fault-parallel
components is not less than 50% of the design or MCER
response spectrum, as appropriate, for the period range from
0.2T1D to 1.25T1M .

18.2.3 Procedure Selection. Structures with a damping
system provided for seismic resistance shall be analyzed and
designed using the nonlinear response history procedure of
Section 18.3.

EXCEPTION: It shall be permitted to analyze and design the
structure using the response spectrum procedure of Section 18.7.1
subject to the limits of Section 18.2.3.1 or the equivalent lateral
force procedure of Section 18.7.2 subject to the limits of
Section 18.2.3.2.

18.2.3.1 Response Spectrum Procedure. The response
spectrum procedure of Section 18.7.1 is permitted to be used
for analysis and design provided that all of the following
conditions apply:

1. In each principal direction, the damping system has at least
two damping devices in each story, configured to resist
torsion.

2. The total effective damping of the fundamental mode,
βmDðm= 1Þ, of the structure in the direction of interest is
not greater than 35% of critical.

3. The S1 value for the site is less than 0.6.

18.2.3.2 Equivalent Lateral Force Procedure. The equivalent
lateral force procedure of Section 18.7.2 is permitted to be used
for analysis and design provided that all of the following
conditions apply:

1. In each principal direction, the damping system has at least
two damping devices in each story, configured to resist
torsion.

2. The total effective damping of the fundamental mode,
βmDðm= 1Þ, of the structure in the direction of interest is
not greater than 35% of critical.

3. The seismic force-resisting system does not have horizontal
irregularity Type 1a or 1b (Table 12.3-1) or vertical
irregularity Type 1a, 1b, 2, or 3 (Table 12.3-2).

4. Floor diaphragms are rigid as defined in Section 12.3.1.
5. The height of the structure above the base does not exceed

100 ft (30 m).
6. The S1 value for the site is less than 0.6.
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18.2.4 Damping System

18.2.4.1 Device Design. The design, construction, and
installation of damping devices shall be based on response to
MCER ground motions and consideration of all of the following:

1. Low-cycle, large-displacement degradation caused by seis-
mic loads.

2. High-cycle, small-displacement degradation caused by
wind, thermal, or other cyclic loads.

3. Forces or displacements caused by gravity loads.
4. Adhesion of device parts caused by corrosion or abrasion,

biodegradation, moisture, or chemical exposure.
5. Exposure to environmental conditions, including, but not

limited to, temperature, humidity, moisture, radiation
(e.g., ultraviolet light), and reactive or corrosive substances
(e.g., saltwater).

Devices using bimetallic interfaces subject to cold welding of
the sliding interface shall be prohibited from use in a damping
system.

Damping devices subject to failure by low-cycle fatigue shall
resist wind forces without slip, movement, or inelastic cycling.

The design of damping devices shall incorporate the range of
thermal conditions, device wear, manufacturing tolerances, and
other effects that cause device properties to vary during the
design life of the device in accordance with Section 18.2.4.4.
Ambient temperature shall be the normal in-service temperature
of the damping device. The design temperature range shall cover
the annual minimum and maximum in-service temperatures of
the damping device.

18.2.4.2 Multiaxis Movement. Connection points of damping
devices shall provide sufficient articulation to accommodate
simultaneous longitudinal, lateral, and vertical displacements
of the damping system.

18.2.4.3 Inspection and Periodic Testing. Means of access for
inspection and removal of all damping devices shall be provided.

The registered design professional (RDP) responsible for
design of the structure shall establish an inspection, maintenance,
and testing schedule for each type of damping device to ensure
that the devices respond in a dependable manner throughout their
design life. The degree of inspection and testing shall reflect the
established in-service history of the damping devices and
the likelihood of change in properties over the design life of
the devices.

18.2.4.4 Nominal Design Properties. Nominal design
properties for energy-dissipation devices shall be established
from either project-specific prototype test data or prior
prototype tests on devices of similar type and size. The
nominal design properties shall be based on data from
prototype tests specified in Section 18.6.1.2 (2) and
determined by Section 18.6.1.4 (2). These nominal design
properties shall be modified by property variation or lambda
(λ) factors as specified in Section 18.2.4.5.

18.2.4.5 Maximum and Minimum Damper Properties.
Maximum and minimum property modification (λ) factors
shall be established in accordance with Eqs. (18.2-3a) and
(18.2-3b) for each device by the RDP and used in analysis
and design to account for the variation from nominal properties.

λmax = ½ð1þ ð0.75 × ðλðae, maxÞ − 1ÞÞÞ × λðtest, maxÞ

× λðspec, maxÞ� ≥ 1.2 (18.2-3a)

λmin = ½ð1 − ð0.75 × ð1 − λðae, minÞÞÞÞ × λðtest, minÞ

× λðspec, minÞ� ≤ 0.85 (18.2-3b)

where

λðae, maxÞ = factor to represent possible variation in damper
properties above the nominal values caused by aging
and environmental effects; this is a multiple of all the
individual aging and environmental effects;

λðae, minÞ = factor to represent possible variation in damper
properties below the nominal values caused by aging
and environmental effects; this is a multiple of all the
individual aging and environmental effects;

λðtest, maxÞ = factor to represent possible variations in damper
properties above the nominal values obtained from
the prototype tests; this is a multiple of all the testing
effects;

λðtest, minÞ = factor to represent possible variations in damper
properties below the nominal values obtained from
the prototype tests; this is a multiple of all the testing
effects;

λðspec, maxÞ = factor established by the RDP to represent permissi-
ble variation in production damper properties above
the nominal values; and

λðspec, minÞ = factor established by the RDP to represent permissi-
ble variation in production damper properties below
the nominal values.

EXCEPTION: With test data reviewed by the RDP and
accepted by peer review, it is permitted to use λmax less than
1.2 and λmin greater than 0.85.

Maximum and minimum analysis and design properties for
each device shall be determined in accordance with Eqs. (18.2-4a)
and (18.2-4b) for each modeling parameter as follows:

MaximumDesign Property=Nominal Design Property × λmax

(18.2-4a)

MinimumDesign Property=Nominal Design Property × λmin

(18.2-4b)

A maximum and minimum analysis and design property shall be
established for each modeling parameter as necessary for the
selected method of analysis. Maximum velocity coefficients, stiff-
ness, strength, and energy dissipation shall be considered together
as the maximum analysis and design case, and minimum velocity
coefficients, strength, stiffness, and energy dissipation shall be
considered together as the minimum analysis and design case.

Separate maximum and minimum properties shall be estab-
lished for loads and displacements corresponding to the design
level conditions and the MCER conditions.

18.2.4.6 Damping System Redundancy. If fewer than four
energy-dissipation devices are provided in any story of a
building in either principal direction, or fewer than two
devices are located on each side of the center of stiffness of
any story in either principal direction, all energy-dissipation
devices shall be capable of sustaining displacements equal to
130% of the maximum calculated displacement in the device
under MCER. A velocity-dependent device shall be capable of
sustaining the force and displacement associated with a velocity
equal to 130% of the maximum calculated velocity for that
device under MCER.
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18.3 NONLINEAR RESPONSE HISTORY
PROCEDURE

The stiffness and damping properties of the damping devices
used in the models shall be based on or verified by testing of the
damping devices as specified in Section 18.6. The nonlinear
force-velocity-displacement characteristics of damping devices
shall be modeled, as required, to explicitly account for device
dependence on frequency, amplitude, and duration of seismic
loading.
A nonlinear response history analysis shall use a mathemati-

cal model of the seismic force-resisting system and the damp-
ing system as provided in this section. The model shall directly
account for the nonlinear hysteretic behavior of all members
and connections undergoing inelastic behavior, in a manner
consistent with applicable laboratory test data. Test data shall
not be extrapolated beyond tested deformation levels. If the
analysis results indicate that degradation in element strength or
stiffness can occur, the hysteretic models shall include these
effects.

EXCEPTION: If the calculated force in an element of the
seismic force-resisting system or the damping system does not
exceed 1.5 times its expected strength using strength reduction
factor ϕ= 1, that element is permitted to be modeled as linear.
For sites identified as near-fault, each pair of horizontal ground

motion components shall be rotated to the fault-normal and fault-
parallel directions of the causative faults and applied to the
mathematical model in such orientation.
For all other sites, individual pairs of horizontal ground motion

components need not be applied to the mathematical model in
multiple orientations.
Inherent damping of the structure shall not be taken as greater

than 3% of critical unless test data consistent with levels of
deformation at or just below the effective yield displacement of
the seismic force-resisting system support higher values.
Analysis shall be performed at both the design earthquake and

at the MCER earthquake levels. The design earthquake analysis
need not include the effects of accidental eccentricity. Results
from the design earthquake analysis shall be used to design the
seismic force-resisting system. Results from the MCER analysis
shall be used to design the damping system.

18.3.1 Damping Device Modeling. Mathematical models of
displacement-dependent damping devices shall include the
hysteretic behavior of the devices consistent with test data and
accounting for all significant changes in strength, stiffness, and
hysteretic loop shape. Mathematical models of velocity-
dependent damping devices shall include the velocity
coefficient consistent with test data. If damping device
properties change with time and/or temperature, such behavior
shall be modeled explicitly. The flexible elements of damping
devices connecting damper units to the structure shall be
included in the model.

EXCEPTION: If the properties of the damping devices are
expected to change during the duration of the response history
analysis, the dynamic response is permitted to be enveloped by
the maximum and minimum device properties from Sec-
tion 18.2.4.5. All these limit cases for variable device properties
shall satisfy the same conditions as if the time-dependent behav-
ior of the devices were explicitly modeled.

18.3.2 Accidental Mass Eccentricity. Inherent eccentricity
resulting from lack of symmetry in mass and stiffness shall be
accounted for in the MCER analysis. In addition, accidental
eccentricity consisting of displacement of the center of mass

from the computed location by an amount equal to 5% of the
diaphragm dimension separately in each of two orthogonal
directions at each diaphragm level shall be accounted for in
the analysis.

EXCEPTION: It is permitted to account for the effects of
accidental eccentricity through the establishment of amplification
factors on forces, drifts, and deformations that permit results
determined from an analysis using only the computed center-of-
mass configuration to be scaled to bound the results of all the
mass-eccentric cases.

18.3.3 Response Parameters. Maximum values of each
response parameter of interest shall be calculated for each
ground motion used for the response history analysis.
Response parameters shall include the forces, displacements,
and velocities (in the case of velocity-dependent devices) in
each discrete damping device. The average value of a response
parameter of interest across the suite of design earthquake or
MCER motions is permitted to be used for design.

18.4 SEISMIC LOAD CONDITIONS AND
ACCEPTANCE CRITERIA FOR NONLINEAR
RESPONSE HISTORY PROCEDURE

For the nonlinear response history procedure of Section 18.3, the
seismic force-resisting system, damping system, loading condi-
tions, and acceptance criteria for response parameters of interest
shall conform with the requirements of the following
subsections.

18.4.1 Seismic Force-Resisting System. The seismic force-
resisting system shall satisfy the strength requirements of
Section 12.2.1 using both

1. the seismic base shear, Vmin, as given by Section 18.2.1.1,
and

2. the demands from the design earthquake nonlinear re-
sponse history analysis.

The story drifts shall be determined using the MCER ground
motions with the combined model of the seismic force-resisting
system and the damping system. Accidental eccentricity shall be
included.
The maximum drift at MCER shall not exceed 3%, nor the drift

limits specified in Table 12.12-1 times the smaller of 1.5R=Cd
and 1.9. Cd and R shall be taken from Table 12.2-1 for the
building framing under consideration.

18.4.2 Damping System. The damping devices and their
connections shall be sized to resist the forces, displacements,
and velocities from the MCER ground motions. Force-controlled
elements of the damping system shall be designed for seismic
forces that are increased by 20% from those corresponding to
average MCER response.

18.4.3 Combination of Load Effects. The effects on the
damping system caused by gravity loads and seismic forces
shall be combined in accordance with Section 12.4 using the
effect of horizontal seismic forces, QE, except that QE shall be
determined in accordance with the MCER analysis. When load
combinations are used that include live loading, it is permitted to
use a load factor of 25% on live load for nonlinear response
history analysis. The redundancy factor, ρ, shall be taken equal to
1.0 in all cases, and the seismic load effect including overstrength
of Section 12.4.3 need not apply to the design of the damping
system.
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18.4.4 Acceptance Criteria for the Response Parameters of
Interest. The damping system components shall be evaluated by
the strength design criteria of this standard using the seismic
forces and seismic loading conditions determined from the
MCER nonlinear response history analyses and strength
reduction factor ϕ= 1.0.

18.5 DESIGN REVIEW

An independent design review of the damping system and related
test programs shall be performed by one or more individuals
possessing knowledge of the following items; a minimum of one
reviewer shall be a registered design professional. Damping
system design review shall include, but need not be limited to,
all of the following:

1. Project design criteria including site-specific spectra and
ground motion histories;

2. Preliminary design of the seismic force-resisting system
and the damping system, including selection of the devices
and their design parameters;

3. Review of manufacturer test data and property modifica-
tion factors for the manufacturer and device selected;

4. Prototype testing program (Section 18.6.1);
5. Final design of the entire structural system and supporting

analyses, including modeling of the damping devices for
response history analysis if performed; and

6. Damping device production testing program
(Section 18.6.2).

18.6 TESTING

The force-velocity-displacement relationships and damping
properties assumed as the damping device nominal design
properties in Section 18.2.4.4 shall be confirmed by the tests
conducted in accordance with Section 18.6.1 or shall be based on
prior tests of devices meeting the similarity requirements of
Section 18.6.1.3.

The prototype tests specified in Section 18.6.1 shall be con-
ducted to confirm the force-velocity-displacement properties of
the damping devices assumed for analysis and design and to
demonstrate the robustness of individual devices under seismic
excitation. These tests shall be conducted prior to production of
devices for construction.

The production testing requirements are specified in
Section 18.6.2.

Device nominal properties determined from the prototype
testing shall meet the acceptance criteria established using
λðspec, maxÞ and λðspec,minÞ from Section 18.2.4.5. These criteria
shall account for likely variations in material properties.

Device nominal properties determined from the production
testing of Section 18.6.2 shall meet the acceptance criteria
established using λðspec, maxÞ and λðspec,minÞ from Section 18.2.4.5.

The fabrication and quality control procedures used for all
prototype and production devices shall be identical. These
procedures shall be approved by the RDP prior to the fabrication
of prototype devices.

18.6.1 Prototype Tests. The following tests shall be performed
separately on two full-size damping devices of each type and size
used in the design, in the order listed as follows.

Representative sizes of each type of device are permitted to be
used for prototype testing, provided that both of the following
conditions are met:

1. Fabrication and quality control procedures are identical for
each type and size of device used in the structure.

2. Prototype testing of representative sizes is approved by the
RDP responsible for design of the structure.

Test specimens shall not be used for construction, unless
they are approved by the RDP responsible for design of the
structure and meet the requirements for prototype and production
tests.

18.6.1.1 Data Recording. The force-deflection relationship for
each cycle of each test shall be recorded electronically.

18.6.1.2 Sequence and Cycles of Testing. For all of the
following test sequences, each damping device shall be
subjected to gravity load effects and thermal environments
representative of the installed condition. For seismic testing,
the displacement in the devices calculated for the MCER
ground motions, termed herein as the maximum device
displacement, shall be used.

Prior to the sequence of prototype tests defined in this section,
a production test in accordance with Section 18.6.2 shall be
performed, and data from this test shall be used as a baseline for
comparison with subsequent tests on production dampers.

1. Each damping device shall be subjected to the number of
cycles expected in the design windstorm, but not less than
2,000 continuous fully reversed cycles of wind load. Wind
load shall be at amplitudes expected in the design windstorm
and shall be applied at a frequency equal to the inverse of the
fundamental period of the structure, 1=T1.

It is permitted to use alternate loading protocols, rep-
resentative of the design windstorm, that apportion the total
wind displacement into its expected static, pseudostatic,
and dynamic components.

EXCEPTION:Damping devices need not be subjected
to these tests if they are not subject to wind-induced forces
or displacements or if the design wind force is less than the
device yield or slip force.

2. Each damping device shall be brought to ambient temperature
and loaded with the following sequence of fully reversed,
sinusoidal cycles at a frequency equal to 1=ð1.5T1Þ.
a. Ten fully reversed cycles at the displacement in the

energy-dissipation device corresponding to 0.33 times
the MCER device displacement;

b. Five fully reversed cycles at the displacement in the
energy-dissipation device corresponding to 0.67 times
the MCER device displacement;

c. Three fully reversed cycles at the displacement in the
energy-dissipation device corresponding to 1.0 times
the MCER device displacement; and

d. Where test (c) produces a force in the energy-dissipation
device that is less than the MCER force in the device
from analysis, test (c) shall be repeated at a frequency
that produces a force equal to or greater than the MCER
force from analysis.

3. Where the damping device characteristics vary with oper-
ating temperature, the tests of Section 18.6.1.2, 2(a) to 2(d)
shall be conducted on at least one device, at a minimum of
two additional temperatures (minimum and maximum),
that bracket the design temperature range.

EXCEPTION: Damping devices are permitted to be
tested by alternative methods provided that all of the
following conditions are met:
a. Alternative methods of testing are equivalent to the

cyclic testing requirements of this section.
b. Alternative methods capture the dependence of the

damping device response on ambient temperature,
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frequency of loading, and temperature rise during
testing.

c. Alternative methods are approved by the RDP respon-
sible for the design of the structure.

4. If the force-deformation properties of the damping device
at any displacement less than or equal to the maximum
device displacement change by more than 15% for changes
in testing frequency from 1=ð1.5T1Þ to 2.5=T1, then the
preceding tests (2(a) through 2(c)) shall also be performed
at frequencies equal to 1=T1 and 2.5=T1.

EXCEPTION: When full-scale dynamic testing is not possi-
ble because of test machine limitations, it is permitted to use
reduced-scale prototypes to qualify the rate-dependent properties
of damping devices, provided that scaling principles and simili-
tude are used in the design of the reduced-scale devices and the
test protocol.

18.6.1.3 Testing Similar Devices. Prototype tests need not be
performed on a particular damping device if there exists a
previously prototype-tested unit that meets all of the following
conditions:

1. It is of similar dimensional characteristics, internal con-
struction, and static and dynamic internal pressures (if any)
to the subject damping device; and

2. It is of the same type and materials as the subject damping
device; and

3. It was fabricated using identical documented manufactur-
ing and quality control procedures that govern the subject
damping device; and

4. It was tested under similar maximum strokes and forces to
those required of the subject damping device.

18.6.1.4 Determination of Force-Velocity-Displacement
Characteristics. The force-velocity-displacement characteristics
of the prototype damping device shall be based on the cyclic
displacement tests specified in Section 18.6.1.2 and all of the
following requirements:

1. The maximum force and minimum force at zero displace-
ment, the maximum force and minimum force at maximum
device displacement, and the area of hysteresis loop (Eloop)
shall be calculated for each cycle of deformation. Where
required, the effective stiffness of a damping device shall be
calculated for each cycle of deformation using Eq. (17.8-1).

2. Damping device nominal test properties for analysis and
design shall be based on the average value for the first three
cycles of test at a given displacement. For each cycle of
each test, corresponding lambda factors (λtest) for cyclic
effects shall be established by comparison of nominal and
per-cycle properties.

3. Lambda (λ) factors for velocity and temperature shall be
determined simultaneously with those for cyclic effects
where full-scale prototype test data are available. Where
these or similar effects are determined from separate tests,
lambda factors shall be established by comparison of
properties determined under prototype test conditions with
corresponding properties determined under the range of
test conditions applicable to the property variation
parameter.

18.6.1.5 Device Adequacy. The performance of a prototype
damping device shall be deemed adequate if all of the
conditions listed below are satisfied. The 15% limits specified
in the following text are permitted to be increased by the RDP

responsible for the design of the structure provided that the
increased limit has been demonstrated by analysis not to have a
deleterious effect on the response of the structure.

18.6.1.5.1 Displacement-Dependent Damping Devices. The
performance of the prototype displacement-dependent damping
devices shall be deemed adequate if all of the following condi-
tions, based on tests specified in Section 18.6.1.2, are satisfied:

1. For Test 1, no signs of damage including leakage, yielding,
or breakage.

2. For Tests 2, 3, and 4, the maximum force and minimum
force at zero displacement for a damping device for any one
cycle does not differ by more than 15% from the average
maximum and minimum forces at zero displacement as
calculated from all cycles in that test at a specific frequency
and temperature.

3. For Tests 2, 3, and 4, the maximum force and minimum
force at maximum device displacement for a damping
device for any one cycle does not differ by more than
15% from the average maximum and minimum forces at
the maximum device displacement as calculated from all
cycles in that test at a specific frequency and temperature.

4. For Tests 2, 3, and 4, the area of hysteresis loop (Eloop) of a
damping device for any one cycle does not differ by more
than 15% from the average area of the hysteresis loop as
calculated from all cycles in that test at a specific frequency
and temperature.

5. The average maximum and minimum forces at zero dis-
placement and maximum displacement, and the average
area of the hysteresis loop (Eloop), calculated for each test in
the sequence of Tests 2, 3, and 4, shall not differ by more
than 15% from the target values specified by the RDP
responsible for the design of the structure.

6. The average maximum and minimum forces at zero dis-
placement and the maximum displacement, and the average
area of the hysteresis loop (Eloop), calculated for Test 2(c)
shall fall within the limits specified by the RDP, as
described by the nominal properties and the lambda factor
for specification tolerance (λðspec, maxÞ and λðspec, minÞ) from
Section 18.2.4.5.

7. The test lambda factors for damping units, determined in
accordance with Section 18.6.1.4, shall not exceed the
values specified by the RDP in accordance with
Section 18.2.4.5.

18.6.1.5.2 Velocity-Dependent Damping Devices. The perfor-
mance of the prototype velocity-dependent damping devices
shall be deemed adequate if all of the following conditions,
based on tests specified in Section 18.6.1.2, are satisfied:

1. For Test 1, no signs of damage including leakage, yielding,
or breakage.

2. For velocity-dependent damping devices with stiffness, the
effective stiffness of a damping device in any one cycle of
Tests 2, 3, and 4 does not differ by more than 15% from the
average effective stiffness as calculated from all cycles in
that test at a specific frequency and temperature.

3. For Tests 2, 3, and 4, the maximum force and minimum
force at zero displacement for a damping device for any one
cycle does not differ by more than 15% from the average
maximum and minimum forces at zero displacement as
calculated from all cycles in that test at a specific frequency
and temperature.

4. For Tests 2, 3, and 4, the area of hysteresis loop (Eloop) of a
damping device for any one cycle does not differ by more
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than 15% from the average area of the hysteresis loop as
calculated from all cycles in that test at a specific frequency
and temperature.

5. The average maximum and minimum forces at zero dis-
placement, effective stiffness (for damping devices with
stiffness only), and average area of the hysteresis loop
(Eloop), calculated for Test 2(c), shall fall within the limits
specified by the RDP, as described by the nominal proper-
ties and the lambda factor for specification tolerance
(λðspec,maxÞ and λðspec, minÞ) from Section 18.2.4.5.

6. The test lambda factors for damping units determined in
accordance with Section 18.6.1.4 shall not exceed the values
specified by the RDP in accordance with Section 18.2.4.5.

18.6.2 Production Tests. Prior to installation in a building,
damping devices shall be tested in accordance with the
requirements of this section.

A test program for the production damping devices shall be
established by the RDP. The test program shall validate the
nominal properties by testing 100% of the devices for three
cycles at 0.67 times the MCER stroke at a frequency equal to
1=ð1.5T1Þ. The measured values of the nominal properties shall
fall within the limits provided in the project specifications. These
limits shall agree with the specification tolerances on nominal
design properties established in Section 18.2.4.5.

EXCEPTION: Production damping devices need not be
subjected to this test program if it can be shown by other means
that their properties meet the requirements of the project speci-
fications. In such cases, the RDP shall establish an alternative
program to ensure the quality of the installed damping devices.
This alternative program shall include production testing of at
least one device of each type and size, unless project-specific
prototype tests have been conducted on that identical device type
and size. Devices that undergo inelastic action or are otherwise
damaged during this test shall not be used in construction.

18.7 ALTERNATE PROCEDURES AND
CORRESPONDING ACCEPTANCE CRITERIA

Structures analyzed by the response spectrum procedure shall
meet the requirements of Sections 18.7.1, 18.7.3, and 18.7.4.
Structures analyzed by the equivalent lateral force procedure shall
meet the requirements of Sections 18.7.2, 18.7.3, and 18.7.4.

18.7.1 Response Spectrum Procedure. Where the response
spectrum procedure is used to analyze a structure with a
damping system, the requirements of this section shall apply.

18.7.1.1 Modeling. A mathematical model of the seismic force-
resisting system and damping system shall be constructed that
represents the spatial distribution of mass, stiffness, and damping
throughout the structure. The model and analysis shall comply with
the requirements of Section 12.9 for the seismic force-resisting
system and to the requirements of this section for the damping
system. The stiffness and damping properties of the damping
devices used in the models shall be based on or verified by
testing of the damping devices as specified in Section 18.6.

The elastic stiffness of elements of the damping system other
than damping devices shall be explicitly modeled. Stiffness of
damping devices shall be modeled depending on damping device
type as follows:

1. For displacement-dependent damping devices: Displace-
ment-dependent damping devices shall be modeled with an
effective stiffness that represents damping device force at

the response displacement of interest (e.g., design story
drift). Alternatively, the stiffness of hysteretic and friction
damping devices is permitted to be excluded from response
spectrum analysis provided that design forces in displace-
ment-dependent damping devices, QDSD, are applied to the
model as external loads (Section 18.7.4.5).

2. For velocity-dependent damping devices: Velocity-
dependent damping devices that have a stiffness compo-
nent (e.g., viscoelastic damping devices) shall be modeled
with an effective stiffness corresponding to the amplitude
and frequency of interest.

18.7.1.2 Seismic Force-Resisting System

18.7.1.2.1 Seismic Base Shear. The seismic base shear, V , of
the structure in a given direction shall be determined as the
combination of modal components, Vm, subject to the limits of
Eq. (18.7-1):

V ≥ Vmin (18.7-1)

The seismic base shear, V , of the structure shall be determined by
the square root of the sum of the squares method (SRSS) or com-
plete quadratic combination of modal base shear components, Vm.

18.7.1.2.2 Modal Base Shear. Modal base shear of themth mode
of vibration, Vm, of the structure in the direction of interest shall be
determined in accordance with Eqs. (18.7-2a) and (18.7-2b):

Vm =CSmWm (18.7-2a)

Wm =

�Xn
i= 1

wiϕim

�2

Xn
i= 1

wiϕ2
im

(18.7-2b)

where

CSm = seismic response coefficient of themth mode of vibration of
the structure in the direction of interest as determined
from Section 18.7.1.2.4 (m= 1) or Section 18.7.1.2.6
(m > 1);

Wm = effective seismic weight of the mth mode of vibration of
the structure; and

ϕim = displacement amplitude at the ith level of the structure in
the mth mode of vibration in the direction of interest,
normalized to unity at the roof level.

18.7.1.2.3 Modal Participation Factor. The modal participation
factor of the mth mode of vibration, Γm, of the structure in the
direction of interest shall be determined in accordance with
Eq. (18.7-3):

Γm =
WmXn

i= 1

wiϕim

(18.7-3)

18.7.1.2.4 Fundamental Mode Seismic Response Coefficient.
The fundamental mode (m= 1) seismic response coefficient,
CS1, in the direction of interest shall be determined in accordance
with Eqs. (18.7-4) and (18.7-5):

For T1D < TS,

CS1 =
�
R

Cd

�
SDS

Ω0B1D
(18.7-4)
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For T1D ≥ TS,

CS1 =
�
R

Cd

�
SD1

T1DðΩ0B1DÞ
(18.7-5)

18.7.1.2.5 Effective Fundamental Mode Period Determination.
The effective fundamental mode (m= 1) period at the design
earthquake ground motion, T1D, and at the MCER ground
motion, T1M , shall be based on either explicit consideration of
the postyield force deflection characteristics of the structure or
determined in accordance with Eqs. (18.7-6) and (18.7-7):

T1D =T1
ffiffiffiffiffiffi
μD

p
(18.7-6)

T1M =T1
ffiffiffiffiffiffi
μM

p
(18.7-7)

18.7.1.2.6 Higher Mode Seismic Response Coefficient. Higher
mode (m > 1) seismic response coefficient, CSm, of themth mode
of vibration (m > 1) of the structure in the direction of interest
shall be determined in accordance with Eqs. (18.7-8) and (18.7-9):
For Tm < TS,

CSm =
�
R

Cd

�
SDS

Ω0BmD
(18.7-8)

For Tm ≥ TS,

CSm =
�
R

Cd

�
SD1

TmðΩ0BmDÞ
(18.7-9)

where

Tm = period, in seconds, of the mth mode of vibration of the
structure in the direction under consideration, and

BmD = numerical coefficient as set forth in Table 18.7-1 for
effective damping equal to βmD and period of the structure
equal to Tm.

18.7.1.2.7 Design Lateral Force. Design lateral force at level i
caused by the mth mode of vibration, Fim, of the structure in the
direction of interest shall be determined in accordance with
Eq. (18.7-10):

Fim =wiϕim
Γm

Wm
Vm (18.7-10)

Design forces in elements of the seismic force-resisting system
shall be determined by the SRSS or complete quadratic combi-
nation of modal design forces.

18.7.1.3 Damping System. Design forces in damping devices
and other elements of the damping system shall be determined on
the basis of the floor deflection, story drift, and story velocity
response parameters described in the following sections.
Displacements and velocities used to determine maximum

forces in damping devices at each story shall account for the
angle of orientation of each device from the horizontal and
consider the effects of increased response caused by torsion
required for design of the seismic force-resisting system.
Floor deflections at level i, δiD and δiM , story drifts, ΔD

and ΔM , and story velocities, ∇D and ∇M , shall be calculated
for both the design earthquake ground motions and the

MCER ground motions, respectively, in accordance with this
section.

18.7.1.3.1 Design Earthquake Floor Deflection. The deflection
of structure caused by the design earthquake ground motions at
level i in the mth mode of vibration, δimD, of the structure in the
direction of interest shall be determined in accordance with
Eq. (18.7-11):

δimD =DmDϕim (18.7-11)

The total design deflection at each floor of the structure shall
be calculated by the SRSS or complete quadratic combination of
modal design earthquake deflections.

18.7.1.3.2 Design Earthquake Roof Displacement. Fundamen-
tal (m= 1) and higher mode (m > 1) roof displacements caused
by the design earthquake ground motions, D1D and DmD, of the
structure in the direction of interest shall be determined in
accordance with Eqs. (18.7-12) and (18.7-13):
For m= 1,

D1D =
�

g

4π2

�
Γ1

SDST
2
1D

B1D
≥
�

g

4π2

�
Γ1

SDST
2
1

B1E
, T1D < TS

(18.7-12a)

D1D =
�

g

4π2

�
Γ1

SD1T1D

B1D
≥
�

g

4π2

�
Γ1

SD1T1

B1E
, T1D ≥ TS

(18.7-12b)

For m > 1,

DmD =
�

g

4π2

�
Γm

SD1Tm

BmD
≤
�

g

4π2

�
Γm

SDST
2
m

BmD
(18.7-13)

18.7.1.3.3 Design Earthquake Story Drift. Design story drift in
the fundamental mode, Δ1D, and higher modes, ΔmD (m > 1), of
the structure in the direction of interest shall be calculated in
accordance with Section 12.8.6 using modal roof displacements
of Section 18.7.1.3.2.
Total design story drift, ∇D, shall be determined by the SRSS or

complete quadratic combination of modal design earthquake drifts.

18.7.1.3.4 Design Earthquake Story Velocity. Design story ve-
locity in the fundamental mode, ∇1D, and higher modes, ∇mD
(m > 1), of the structure in the direction of interest shall be
calculated in accordance with Eqs. (18.7-14) and (18.7-15):

Form= 1, ∇1D = 2π
Δ1D

T1D
(18.7-14)

Form > 1, ∇mD = 2π
ΔmD

Tm
(18.7-15)

Total design story velocity,∇D, shall be determined by the SRSS
or complete quadratic combination of modal design velocities.

18.7.1.3.5 MCER Response. Total modal maximum floor de-
flection at level i, MCER story drift values, and MCER story
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velocity values shall be based on Sections 18.7.1.3.1, 18.7.1.3.3,
and 18.7.1.3.4, respectively, except design roof displacement
shall be replaced by MCER roof displacement. MCER roof
displacement of the structure in the direction of interest shall
be calculated in accordance with Eqs. (18.7-16) to (18.7-17):

For m= 1,

D1M =
�

g

4π2

�
Γ1

SMST
2
1M

B1M
≥
�

g

4π2

�
Γ1

SMST
2
1

B1E
, T1M < TS

(18.7-16a)

D1M =
�

g

4π2

�
Γ1

SM1T1M

B1M
≥
�

g

4π2

�
Γ1

SM1T1

B1E
, T1M ≥ TS

(18.7-16b)

For m > 1,

DmM =
�

g

4π2

�
Γm

SM1Tm

BmM
≤
�

g

4π2

�
Γm

SMST
2
m

BmM
(18.7-17)

where BmM is a numerical coefficient as set forth in Table 18.7-1
for effective damping equal to βmM and period of the structure
equal to Tm.

18.7.2 Equivalent Lateral Force Procedure. Where the
equivalent lateral force procedure is used to design a structure
with a damping system, the requirements of this section shall apply.

18.7.2.1 Modeling. Elements of the seismic force-resisting
system shall be modeled in a manner consistent with the
requirements of Section 12.8. For purposes of analysis, the
structure shall be considered to be fixed at the base.

Elements of the damping system shall be modeled as required
to determine design forces transferred from damping devices to
both the ground and the seismic force-resisting system. The
effective stiffness of velocity-dependent damping devices shall
be modeled.

Damping devices need not be explicitly modeled provided that
effective damping is calculated in accordance with the proce-
dures of Section 18.7.4 and used to modify response as required
in Sections 18.7.2.2 and 18.7.2.3.

The stiffness and damping properties of the damping devices
used in the models shall be based on or verified by testing of the
damping devices as specified in Section 18.6.

18.7.2.2 Seismic Force-Resisting System

18.7.2.2.1 Seismic Base Shear. The seismic base shear, V , of
the seismic force-resisting system in a given direction shall be
determined as the combination of the two modal components, V1
and VR, in accordance with Eq. (18.7-18):

V =
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
V2
1 þ V2

R

q
≥ Vmin (18.7-18)

where

V1 = design value of the seismic base shear of the fundamental
mode in a given direction of response, as determined in
Section 18.7.2.2.2;

VR = design value of the seismic base shear of the residual
mode in a given direction, as determined in Section
18.7.2.2.6; and

Vmin = minimum allowable value of base shear permitted for
design of the seismic force-resisting system of the struc-
ture in the direction of interest, as determined in
Section 18.2.1.1.

18.7.2.2.2 Fundamental Mode Base Shear. The fundamental
mode base shear, V1, shall be determined in accordance with
Eq. (18.7-19):

V1 =CS1W1 (18.7-19)

where

CS1 = the fundamental mode seismic response coefficient, as
determined in Section 18.7.2.2.4 and

W1 = the effective fundamental mode seismic weight, including
portions of the live load as defined by Eq. (18.7-2b) for
m= 1.

18.7.2.2.3 Fundamental Mode Properties. The fundamental
mode shape, ϕi1, and participation factor, Γ1, shall be determined
by either dynamic analysis using the elastic structural properties
and deformational characteristics of the resisting elements or
using Eqs. (18.7-20) and (18.7-21):

ϕi1 =
hi
hn

(18.7-20)

Γ1 =
W1Xn

i= 1

wiϕi1

(18.7-21)

where

hi = the height above the base to level i;
hn = the structural height as defined in Section 11.2; and
wi = the portion of the total effective seismic weight, W , located

at or assigned to level i.

The fundamental period, T1, shall be determined either by
dynamic analysis using the elastic structural properties and
deformational characteristics of the resisting elements, or using
Eq. (18.7-22) as follows:

T1 = 2π

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiXn
i= 1

wiδ
2
i

g
Xn
i= 1

f iδi

vuuuuuuut (18.7-22)

Table 18.7-1 Damping Coefficient, BVþI , B1D , B1E , BR , B1M , BmD ,
BmM (Where Period of the Structure ≥T 0)

Effective Damping,
β (percentage of critical)

BVþI , B1D , B1E , BR , B1M , BmD , BmM

(where period of the structure ≥T 0)

≤2 0.8
5 1.0
10 1.2
20 1.5
30 1.8
40 2.1
50 2.4
60 2.7
70 3.0
80 3.3
90 3.6
≥100 4.0
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where

f i = lateral force at level i of the structure distributed in accor-
dance with Section 12.8.3 and

δi = elastic deflection at level i of the structure caused by applied
lateral forces f i.

18.7.2.2.4 Fundamental Mode Seismic Response Coefficient.
The fundamental mode seismic response coefficient, CS1, shall
be determined using Eq. (18.7-23) or (18.7-24):
For T1D < TS,

CS1 =
�
R

Cd

�
SDS

Ω0B1D
(18.7-23)

For T1D ≥ TS,

CS1 =
�
R

Cd

�
SD1

T1DðΩ0B1DÞ
(18.7-24)

where

SDS = the design spectral response acceleration parameter in the
short period range

SD1 = the design spectral response acceleration parameter at a
period of 1 s; and

B1D = numerical coefficient as set forth in Table 18.7-1 for
effective damping equal to βmDðm= 1Þ and period of the
structure equal to T1D.

18.7.2.2.5 Effective Fundamental Mode Period Determination.
The effective fundamental mode period at the design earthquake,
T1D, and at the MCER, T1M , shall be based on explicit
consideration of the postyield force deflection characteristics of
the structure or shall be calculated using Eqs. (18.7-25) and
(18.7-26):

T1D =T1
ffiffiffiffiffiffi
μD

p
(18.7-25)

T1M =T1
ffiffiffiffiffiffi
μM

p
(18.7-26)

18.7.2.2.6 Residual Mode Base Shear. Residual mode base
shear, VR, shall be determined in accordance with Eq. (18.7-27):

VR =CSRWR (18.7-27)

where

CSR = the residual mode seismic response coefficient as deter-
mined in Section 18.7.2.2.8 and

WR = the effective residual mode weight of the structure deter-
mined using Eq. (18.7-30).

18.7.2.2.7 Residual Mode Properties. Residual mode shape,
ϕiR, participation factor, ΓR, effective residual mode seismic
weight of the structure, WR, and effective period, TR, shall be
determined using Eqs. (18.7-28) through (18.7-31):

ϕiR =
1 − Γ1ϕi1

1 − Γ1
(18.7-28)

ΓR = 1 − Γ1 (18.7-29)

WR =W −W1 (18.7-30)

TR = 0.4T1 (18.7-31)

18.7.2.2.8 Residual Mode Seismic Response Coefficient. The
residual mode seismic response coefficient, CSR, shall be deter-
mined in accordance with Eq. (18.7-32):

CSR =
�
R

Cd

�
SDS
Ω0BR

(18.7-32)

where BR is a numerical coefficient as set forth in Table 18.7-1
for effective damping equal to βR, and period of the structure equal
to TR.

18.7.2.2.9 Design Lateral Force. The design lateral force in
elements of the seismic force-resisting system at level i caused by
fundamental mode response, Fi1, and residual mode response,
FiR, of the structure in the direction of interest shall be deter-
mined in accordance with Eqs. (18.7-33) and (18.7-34):

Fi1 =wiϕi1
Γ1

W1
V1 (18.7-33)

FiR =wiϕiR
ΓR

WR
VR (18.7-34)

Design forces in elements of the seismic force-resisting system
shall be determined by taking the SRSS of the forces caused by
fundamental and residual modes.

18.7.2.3 Damping System. Design forces in damping devices
and other elements of the damping system shall be determined on
the basis of the floor deflection, story drift, and story velocity
response parameters described in the following sections.
Displacements and velocities used to determine maximum

forces in damping devices at each story shall account for the
angle of orientation of each device from the horizontal and
consider the effects of increased response caused by torsion
required for design of the seismic force-resisting system.
Floor deflections at level i, δiD and δiM , story drifts, ΔD and

ΔM , and story velocities, ∇D and ∇M shall be calculated for
both the design earthquake ground motions and the MCER
ground motions, respectively, in accordance with the following
sections.

18.7.2.3.1 Design Earthquake Floor Deflection. The total de-
sign deflection at each floor of the structure in the direction of
interest shall be calculated as the SRSS of the fundamental and
residual mode floor deflections. The fundamental and residual
mode deflections caused by the design earthquake ground
motions, δi1D and δiRD, at the center of rigidity of level i of the
structure in the direction of interest shall be determined using
Eqs. (18.7-35) and (18.7-36):

δi1D =D1Dϕi1 (18.7-35)

δiRD =DRDϕiR (18.7-36)

where

D1D = fundamental mode design displacement at the center of
rigidity of the roof level of the structure in the direction
under consideration, Section 18.7.2.3.2, and

DRD = residual mode design displacement at the center of rigidity
of the roof level of the structure in the direction under
consideration, Section 18.7.2.3.2.
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18.7.2.3.2 Design Earthquake Roof Displacement. Fundamen-
tal and residual mode displacements caused by the design
earthquake ground motions, D1D and D1R, at the center of rigidity
of the roof level of the structure in the direction of interest shall
be determined using Eqs. (18.7-37) and (18.7-38):

D1D =
�

g

4π2

�
Γ1

SDST
2
1D

B1D
≥
�

g

4π2

�
Γ1

SDST
2
1

B1E
, T1D < TS

(18.7-37a)

D1D =
�

g

4π2

�
Γ1

SD1T1D

B1D
≥
�

g

4π2

�
Γ1

SD1T1

B1E
, T1D ≥ TS

(18.7-37b)

DRD =
�

g

4π2

�
ΓR

SD1TR

BR
≤
�

g

4π2

�
ΓR

SDST
2
R

BR
(18.7-38)

18.7.2.3.3 Design Earthquake Story Drift. Design story drifts,
ΔD, in the direction of interest shall be calculated using
Eq. (18.7-39):

ΔD =
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
Δ2

1D þ Δ2
RD

q
(18.7-39)

where

Δ1D = design story drift caused by the fundamental mode of
vibration of the structure in the direction of interest and

ΔRD = design story drift caused by the residual mode of vibration
of the structure in the direction of interest.

Modal design story drifts, Δ1D and ΔRD, shall be determined
as the difference of the deflections at the top and bottom of the
story under consideration using the floor deflections of
Section 18.7.2.3.1.

18.7.2.3.4 Design Earthquake Story Velocity. Design story
velocities, ∇D, in the direction of interest shall be calculated in
accordance with Eqs. (18.7-40) through (18.7-42):

∇D =
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
∇2

1D þ ∇2
RD

q
(18.7-40)

∇1D = 2π
Δ1D

T1D
(18.7-41)

∇RD = 2π
ΔRD

TR
(18.7-42)

where

∇1D = design story velocity caused by the fundamental mode of
vibration of the structure in the direction of interest and

∇RD = design story velocity caused by the residual mode of
vibration of the structure in the direction of interest.

18.7.2.3.5 MCER Response. Total modal MCER floor deflec-
tions at level i, maximum story drifts, and maximum story
velocities shall be based on the equations in Sections
18.7.2.3.1, 18.7.2.3.3, and 18.7.2.3.4, respectively, except that
design roof displacements shall be replaced by MCER roof

displacements. MCER roof displacements shall be calculated in
accordance with Eqs. (18.7-43) and (18.7-44):

D1M =
�

g

4π2

�
Γ1

SMST
2
1M

B1M
≥
�

g

4π2

�
Γ1

SMST
2
1

B1E
, T1M < TS

(18.7-43a)

D1M =
�

g

4π2

�
Γ1

SM1T1M

B1M
≥
�

g

4π2

�
Γ1

SM1T1

B1E
, T1M ≥ TS

(18.7-43b)

DRM =
�

g

4π2

�
ΓR

SM1TR

BR
≤
�

g

4π2

�
ΓR

SMST
2
R

BR
(18.7-44)

where

SM1 = the MCER, 5% damped, spectral response acceleration
parameter at a period of 1 s adjusted for site class effects as
defined in Section 11.4.4;

SMS = the MCER, 5% damped, spectral response acceleration
parameter at short periods adjusted for site class effects as
defined in Section 11.4.4; and

B1M = numerical coefficient as set forth in Table 18.7-1 for
effective damping equal to βmMðm= 1Þ and period of
structure equal to T1M .

18.7.3 Damped Response Modification. As required in
Sections 18.7.1 and 18.7.2, response of the structure shall be
modified for the effects of the damping system.

18.7.3.1 Damping Coefficient. Where the period of the
structure is greater than or equal to T0, the damping
coefficient shall be as prescribed in Table 18.7-1. Where the
period of the structure is less than T0, the damping coefficient
shall be linearly interpolated between a value of 1.0 at a 0-second
period for all values of effective damping and the value at period
T0 as indicated in Table 18.7-1.

18.7.3.2 Effective Damping. The effective damping at the
design displacement, βmD, and at the MCER displacement,
βmM , of the mth mode of vibration of the structure in the
direction under consideration shall be calculated using
Eqs. (18.7-45) and (18.7-46):

βmD = βI þ βVm
ffiffiffiffiffiffi
μD

p þ βHD (18.7-45)

βmM = βI þ βVm
ffiffiffiffiffiffi
μM

p þ βHM (18.7-46)

where

βHD = component of effective damping of the structure in the
direction of interest caused by postyield hysteretic behav-
ior of the seismic force-resisting system and elements of
the damping system at effective ductility demand, μD;

βHM = component of effective damping of the structure in
the direction of interest caused by postyield hysteretic
behavior of the seismic force-resisting system and ele-
ments of the damping system at effective ductility
demand, μM ;

βI = component of effective damping of the structure caused by
the inherent dissipation of energy by elements of the
structure, at or just below the effective yield displacement
of the seismic force-resisting system;
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βVm = component of effective damping of the mth mode of
vibration of the structure in the direction of interest caused
by viscous dissipation of energy by the damping system,
at or just below the effective yield displacement of the
seismic force-resisting system;

μD = effective ductility demand on the seismic force-resisting
system in the direction of interest caused by the design
earthquake ground motions; and

μM = effective ductility demand on the seismic force-resisting
system in the direction of interest caused by the MCER
ground motions.

Unless analysis or test data support other values, the effective
ductility demand of higher modes of vibration in the direction of
interest shall be taken as 1.0.

18.7.3.2.1 Inherent Damping. Inherent damping, βI , shall be
based on the material type, configuration, and behavior of the
structure and nonstructural components responding dynamically
at or just below yield of the seismic force-resisting system.
Unless analysis or test data support other values, inherent
damping shall be taken as not greater than 3% of critical for
all modes of vibration.

18.7.3.2.2 Hysteretic Damping. Hysteretic damping of the seis-
mic force-resisting system and elements of the damping system
shall be based either on test or analysis or shall be calculated
using Eqs. (18.7-47) and (18.7-48):

βHD = qHð0.64 − βIÞ
�
1 −

1
μD

�
(18.7-47)

βHM = qHð0.64 − βIÞ
�
1 −

1
μM

�
(18.7-48)

where

qH = hysteresis loop adjustment factor, as defined in
Section 18.7.3.2.2.1;

μD = effective ductility demand on the seismic force-resisting
system in the direction of interest caused by the design
earthquake ground motions; and

μM = effective ductility demand on the seismic force-resisting
system in the direction of interest caused by the MCER
ground motions.

Unless analysis or test data support other values, the hysteretic
damping of higher modes of vibration in the direction of interest
shall be taken as zero.

18.7.3.2.2.1 Hysteresis Loop Adjustment Factor. The calcula-
tion of hysteretic damping of the seismic force-resisting sys-
tem and elements of the damping system shall consider
pinching and other effects that reduce the area of the hysteresis
loop during repeated cycles of earthquake demand. Unless
analysis or test data support other values, the fraction of full
hysteretic loop area of the seismic force-resisting system used
for design shall be taken as equal to the factor, qH , calculated
using Eq. (18.7-49):

qH = 0.67
TS

T1
(18.7-49)

where

TS = period defined by the ratio, SD1=SDS and
T1 = period of the fundamental mode of vibration of the structure

in the direction of interest.

The value of qH shall not be taken as greater than 1.0 and need
not be taken as less than 0.5.

18.7.3.2.3 Viscous Damping. Viscous damping of the mth
mode of vibration of the structure, βVm, shall be calculated using
Eqs. (18.7-50) and (18.7-51):

βVm =

X
j

Wmj

4πWm
(18.7-50)

Wm =
1
2

X
j

Fimδim (18.7-51)

where

Wmj = work done by jth damping device in one complete cycle of
dynamic response corresponding to the mth mode of
vibration of the structure in the direction of interest at
modal displacements, δim;

Wm = maximum strain energy in themth mode of vibration of the
structure in the direction of interest at modal displace-
ments, δim;

Fim =mth mode inertial force at level i; and
δim = deflection of level i in the mth mode of vibration at the

center of rigidity of the structure in the direction under
consideration.

Viscous modal damping of displacement-dependent damping
devices shall be based on a response amplitude equal to the
effective yield displacement of the structure.
The calculation of the work done by individual damping

devices shall consider orientation and participation of each device
with respect to the mode of vibration of interest. The work done by
individual damping devices shall be reduced as required to
account for the flexibility of elements, including pins, bolts, gusset
plates, brace extensions, and other components that connect
damping devices to other elements of the structure.

18.7.3.3 Effective Ductility Demand. The effective ductility
demand on the seismic force-resisting system caused by the
design earthquake ground motions, μD, and caused by the MCER
ground motions, μM , shall be calculated using Eqs. (18.7-52) to
(18.7-54):

μD =
D1D

DY
≥ 1.0 (18.7-52)

μM =
D1M

DY
≥ 1.0 (18.7-53)

DY =
�

g

4π2

��
Ω0Cd

R

�
Γ1CS1T

2
1 (18.7-54)

where

D1D = fundamental mode design displacement at the center of
rigidity of the roof level of the structure in the direction
under consideration, Section 18.7.1.3.2 or 18.7.2.3.2;

D1M = fundamental mode maximum displacement at the center
of rigidity of the roof level of the structure in the direction
under consideration, Section 18.7.1.3.5 or 18.7.2.3.5;

DY = displacement at the center of rigidity of the roof level of
the structure at the effective yield point of the seismic
force-resisting system;
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R = response modification coefficient from Table 12.2-1;
Cd = deflection amplification factor from Table 12.2-1;
Ω0 = overstrength factor from Table 12.2-1;
Γ1 = participation factor of the fundamental mode of vibration

of the structure in the direction of interest, Sec-
tion 18.7.1.2.3 or 18.7.2.2.3 (m= 1);

CS1 = seismic response coefficient of the fundamental mode of
vibration of the structure in the direction of interest,
Section 18.7.1.2.4 or 18.7.2.2.4 (m= 1); and

T1 = period of the fundamental mode of vibration of the
structure in the direction of interest.

The design ductility demand, μD, shall not exceed the maxi-
mum value of effective ductility demand, μmax, given in
Section 18.7.3.4.

EXCEPTION: It is permitted to use nonlinear modeling as
described in Section 18.3 to develop a force-displacement (push-
over) curve of the seismic force-resisting system. It is permitted
to use this curve in lieu of the effective yield displacement,DY , of
Eq. (18.7-54) to calculate the effective ductility demand caused
by the design earthquake ground motions, μD, and caused by the
MCER ground motions, μM , in Eqs. (18.7-52) and (18.7-53),
respectively. In this case, the value of (R=Cd) shall be taken as
1.0 in Eqs. (18.7-4), (18.7-5), (18.7-8), and (18.7-9).

18.7.3.4 Maximum Effective Ductility Demand. For
determination of the hysteresis loop adjustment factor,
hysteretic damping, and other parameters, the maximum value
of effective ductility demand, μmax, shall be calculated using
Eqs. (18.7-55) and (18.7-56):

For T1D ≤ TS,

μmax = 0.5½ðR=ðΩ0IeÞÞ2 þ 1� (18.7-55)

For T1 ≥ TS,

μmax =R=ðΩ0IeÞ (18.7-56)

where

Ie = the Importance Factor determined in accordance with
Section 11.5.1 and

T1D = effective period of the fundamental mode of vibration of
the structure at the design displacement in the direction
under consideration.

For T1 < TS < T1D, μmax shall be determined by linear inter-
polation between the values of Eqs. (18.7-55) and (18.7-56).

18.7.4 Seismic Load Conditions and Acceptance Criteria for
RSA and ELF Procedures. Design forces and displacements
determined in accordance with the response spectrum procedure
of Section 18.7.1 or the equivalent lateral force procedure of
Section 18.7.2 shall be checked using the strength design criteria
of this standard and the seismic loading conditions of
Section 18.7.4.3.

The seismic force-resisting system, damping system, seismic
loading conditions, and acceptance criteria shall conform to the
following subsections.

18.7.4.1 Seismic Force-Resisting System. The seismic force-
resisting system shall satisfy the requirements of Section 12.2.1
using seismic base shear and design forces determined in
accordance with Section 18.7.1.2 or 18.7.2.2.

The design story drift, ΔD, as determined in either Sec-
tion 18.7.1.3.3 or 18.7.2.3.3 shall not exceed (R=Cd) times the

allowable story drift, as obtained from Table 12.12-1, consider-
ing the effects of torsion as required in Section 12.12.1.

18.7.4.2 Damping System. The damping system shall satisfy the
requirements of Section 12.2.1 for seismic design forces and
seismic loading conditions determined in accordance with
Section 18.7.4.3. Force-controlled elements of the damping
system shall be designed for seismic forces that are increased by
20% from those corresponding to average MCER response.

18.7.4.3 Combination of Load Effects. The effects on the
damping system and its components caused by gravity loads
and seismic forces shall be combined in accordance with Section
12.4 using the effect of horizontal seismic forces, QE , determined
in accordance with Section 18.7.4.5. The redundancy factor, ρ,
shall be taken equal to 1.0 in all cases, and the seismic load effect
including overstrength of Section 12.4.3 need not apply to the
design of the damping system.

18.7.4.4 Modal Damping System Design Forces. Modal
damping system design forces shall be calculated on the basis
of the type of damping devices and the modal design story
displacements and velocities determined in accordance with
either Section 18.7.1.3 or 18.7.2.3.

Modal design story displacements and velocities shall be
increased as required to envelop the total design story displace-
ments and velocities determined in accordance with Section 18.3
where peak response is required to be confirmed by response
history analysis.

For displacement-dependent damping devices: Design seismic
force in displacement-dependent damping devices shall be based
on the maximum force in the device at displacements up to and
including the design story drift, ΔD.

For velocity-dependent damping devices: Design seismic
force in each mode of vibration in velocity-dependent damping
devices shall be based on the maximum force in the device at
velocities up to and including the design story velocity for the
mode of interest.

Displacements and velocities used to determine design forces
in damping devices at each story shall account for the angle of
orientation of the damping device from the horizontal and
consider the effects of increased floor response caused by
torsional motions.

18.7.4.5 Seismic Load Conditions and Combination of
Modal Responses. Seismic design force, QE, in each element
of the damping system shall be taken as the maximum force of
the following three loading conditions:

1. Stage of maximum displacement: Seismic design force at
the stage of maximum displacement shall be calculated in
accordance with Eq. (18.7-57):

QE =Ω0

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiX
m

ðQmSFRSÞ2
r

� QDSD (18.7-57)

where

QmSFRS = force in an element of the damping system equal
to the design seismic force of the mth mode of
vibration of the structure in the direction of
interest and

QDSD = force in an element of the damping system
required to resist design seismic forces of
displacement-dependent damping devices.

Seismic forces in elements of the damping system,
QDSD, shall be calculated by imposing design forces of
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displacement-dependent damping devices on the damping
system as pseudostatic forces. Design seismic forces of
displacement-dependent damping devices shall be applied
in both positive and negative directions at peak displace-
ment of the structure.

2. Stage of maximum velocity: Seismic design force at the
stage of maximum velocity shall be calculated in accor-
dance with Eq. (18.7-58):

QE =
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiX
m

ðQmDSV Þ2
r

(18.7-58)

where

QmDSV = force in an element of the damping system re-
quired to resist design seismic forces of velocity-
dependent damping devices caused by the mth
mode of vibration of the structure in the direction
of interest.

Modal seismic design forces in elements of the damping
system,QmDSV , shall be calculated by imposing modal design
forces of velocity-dependent devices on the nondeformed
damping system as pseudostatic forces.Modal seismic design
forces shall be applied in directions consistent with the
deformed shape of the mode of interest. Horizontal restraint
forces shall be applied at each floor level i of the nonde-
formed damping system concurrent with the design forces in
velocity-dependent damping devices such that the horizontal
displacement at each level of the structure is zero. At each
floor level i, restraint forces shall be proportional to and
applied at the location of each mass point.

3. Stage of maximum acceleration: Seismic design force at
the stage of maximum acceleration shall be calculated in
accordance with Eq. (18.7-59):

QE =
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiX
m

ðCmFDΩ0QmSFRS þ CmFVQmDSV Þ2 � QDSD

r

(18.7-59)

The force coefficients, CmFD and CmFV , shall be deter-
mined from Tables 18.7-2 and 18.7-3, respectively, using
values of effective damping determined in accordance with
the following requirements:

For fundamental-mode response (m= 1) in the direction
of interest, the coefficients, C1FD and C1FV , shall be based
on the velocity exponent, α, which relates device force to
damping device velocity. The effective fundamental-
mode damping shall be taken as equal to the total effective
damping of the fundamental mode less the hysteretic
component of damping (β1D − βHD or β1M − βHM) at the
response level of interest (μ= μD or μ= μM).

For higher mode (m > 1) or residual-mode response in
the direction of interest, the coefficients, CmFD and CmFV ,
shall be based on a value of α equal to 1.0. The effective
modal damping shall be taken as equal to the total effective
damping of the mode of interest (βmD or βmM). For
determination of the coefficient CmFD, the ductility demand
shall be taken as equal to that of the fundamental mode
(μ= μD or μ= μM).

18.7.4.6 Inelastic Response Limits. Elements of the damping
system are permitted to exceed strength limits for design loads
provided it is shown by analysis or test that each of the following
conditions are satisfied:

1. Inelastic response does not adversely affect damping
system function.

2. Element forces calculated in accordance with
Section 18.7.4.5, using a value of Ω0 taken as equal
to 1.0, do not exceed the strength required to satisfy the
load combinations of Section 12.4.

18.8 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

See Chapter 23 for the list of consensus standards and other
documents that shall be considered part of this standard to the
extent referenced in this chapter.

Table 18.7-2 Force Coefficient,a,b CmFD

Effective
Damping

μ ≤ 1.0

CmFD =1.0cα ≤ 0.25 α=0.5 α=0.75 α ≥ 1.0

≤0.05 1.00 1.00 1.00 1.00 μ ≥ 1.0
0.1 1.00 1.00 1.00 1.00 μ ≥ 1.0
0.2 1.00 0.95 0.94 0.93 μ ≥ 1.1
0.3 1.00 0.92 0.88 0.86 μ ≥ 1.2
0.4 1.00 0.88 0.81 0.78 μ ≥ 1.3
0.5 1.00 0.84 0.73 0.71 μ ≥ 1.4
0.6 1.00 0.79 0.64 0.64 μ ≥ 1.6
0.7 1.00 0.75 0.55 0.58 μ ≥ 1.7
0.8 1.00 0.70 0.50 0.53 μ ≥ 1.9
0.9 1.00 0.66 0.50 0.50 μ ≥ 2.1
≥1.0 1.00 0.62 0.50 0.50 μ ≥ 2.2

aUnless analysis or test data support other values, the force coefficient CmFD
for viscoelastic systems shall be taken as 1.0.
bInterpolation shall be used for intermediate values of velocity exponent, α,
and ductility demand, μ.
cCmFD shall be taken as equal to 1.0 for values of ductility demand, μ, greater
than or equal to the values shown.

Table 18.7-3 Force Coefficient,a,b CmFV

Effective
Damping α ≤ 0.25 α=0.5 α=0.75 α ≥ 1.0

≤ 0.05 1.00 0.35 0.20 0.10
0.1 1.00 0.44 0.31 0.20
0.2 1.00 0.56 0.46 0.37
0.3 1.00 0.64 0.58 0.51
0.4 1.00 0.70 0.69 0.62
0.5 1.00 0.75 0.77 0.71
0.6 1.00 0.80 0.84 0.77
0.7 1.00 0.83 0.90 0.81
0.8 1.00 0.90 0.94 0.90
0.9 1.00 1.00 1.00 1.00
≥ 1.0 1.00 1.00 1.00 1.00

aUnless analysis or test data support other values, the force coefficient CmFV
for viscoelastic systems shall be taken as 1.0.
bInterpolation shall be used for intermediate values of velocity exponent, α.
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CHAPTER 19

SOIL–STRUCTURE INTERACTION FOR SEISMIC DESIGN

19.1 GENERAL

19.1.1 Scope. Determination of the design earthquake forces
and the corresponding displacements of the structure is permitted
to consider the effects of soil–structure interaction (SSI) in
accordance with this section. SSI may be used in conjunction
with the equivalent lateral force procedure of Section 19.2.1,
linear dynamic analysis procedures of Section 19.2.2, or the
nonlinear response history procedure of Section 19.2.3 when the
structure is located on Site Class C, D, E, or F. When soil–
structure interaction effects are considered, the analytical model
of the structure shall directly incorporate horizontal, vertical, and
rotational foundation and soil flexibility. For the purpose of this
section, both upper and lower bound estimates for the foundation
and soil stiffnesses per Section 12.13.3 shall be considered. The
case that results in the lesser reduction or greater amplification in
response parameters shall be used for design.

If the provisions of this chapter are used, then Section 12.8.1.3
shall not apply.

19.1.2 Definitions. The following definitions apply to the
provisions of Chapter 19 and are in addition to the definitions
presented in Chapter 11:

BASE SLAB AVERAGING: Kinematic SSI of a shallow
(nonembedded) foundation caused by wave incongruence over
the base area.

FOUNDATION INPUT MOTION: Motion that effectively
excites the structure and its foundation.

FREE-FIELD MOTION: Motion at ground surface in ab-
sence of structure and its foundation.

INERTIAL SSI: The dynamic interaction between the struc-
ture, its foundation, and the surrounding soil caused by the
foundation input motion.

KINEMATIC SSI: The modification of free-field ground
motion caused by nonvertical incident seismic waves and spatial
incoherence; the modification yields the foundation input motion.

RADIATION DAMPING: The damping in the soil–structure
system caused by the generation and propagation of waves away
from the foundation, which are caused by dynamic displacements
of the foundation relative to the free-field displacements.

SOIL DAMPING: The hysteretic (material) damping of the
soil.

19.1.3 Symbols. The following symbols apply only to the
provisions of Chapter 19 as indicated and are in addition to
the symbols presented in Chapter 11:

ao = dimensionless frequency [Eqs. (19.3-11) and (19.3-21)]
B = half the smaller dimension of the base of the structure

BSSI = the factor to adjust the design response spectrum and
MCER response spectrum in accordance with

Sections 11.4.6 and 11.4.7 or a site-specific response
spectrum for damping ratios other than 0.05
[Eq. (19.2-4)]

be = effective foundation size [Eqs. (19.4-4) and (19.4-4si)]
~Cs = the seismic response coefficient determined in accor-

dance with Section 12.8.1.1 assuming a flexible
structural base at the foundation–soil interface in
accordance with Section 19.1

Ds = the depth of a soft layer overlaying a stiff layer
[Eq. (19.3-4)]

e = foundation embedment depth
G = effective shear modulus derived or approximated

based on G0 and Table 19.3-2
G0 = the average shear modulus for the soils beneath the

foundation at small strain levels
h� = effective structure height

Kxx, Krr = rotational foundation stiffness [Eqs. (19.3-9) and
(19.3-19)]

Ky, Kr = translational foundational stiffness [Eqs. (19.3-8) and
(19.3-18)]

L = half the larger dimension of the base of the structure
M� = effective modal mass for the fundamental mode of

vibration in the direction under consideration
RRSbsa = site-specific response spectral modification factor for

base-slab averaging [Eq. (19.4-1)]
RRSe = site-specific response spectral modification factor for

foundation embedment [Eq. (19.4-5)]
rf = radius of the circular foundation
~Sa = response spectral acceleration including the effects of

SSI [Eqs. (19.2-5) through (19.2-8)]
T = fundamental period of the structure determined in

accordance with Section 12.8.2 based on a mathemat-
ical model with a fixed base condition. The upper
bound limitation of CuTa on the fundamental period
from Section 12.8.2 shall not apply, and the approxi-
mate structural period, Ta, shall not be used

~T = fundamental period of the structure using a model with
a flexible base in accordance with Section 19.1.1. The
upper bound limitation of CuTa on the fundamental
period from Section 12.8.2 shall not apply, and
the approximate structural period, Ta, shall not be
used

ð~T∕TÞeff = effective period lengthening that depends on expected
ductility demand, μ [Eq. (19.3-2)]

Txx, Trr = fundamental translational period of SSI system
[Eqs. (19.3-7) and (19.3-17)]

Ty, Tr = fundamental translational period of SSI system
[Eqs. (19.3-6) and (19.3-16)]

~V = base shear adjusted for soil–structure interaction
[Eq. (19.2-1)]
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~Vt = base shear adjusted for soil–structure interaction de-
termined through modal response spectrum analysis

vs = the average effective shear wave velocity over a depth
specified in Section 19.3 and 19.4 specific to the SSI
effect being computed determined using vso and
Table 19.3-1 or a site-specific geotechnical study

vso = the average shear wave velocity for the soils beneath
the foundation at small strain levels (10−3% or less)
over a depth specified in Sections 19.3 and 19.4
specific to the SSI effect being computed

�W = weight caused by the modal mass in the fundamental
mode, or alternatively, the effective seismic weight in
accordance with Section 12.7.2

α = coefficient that accounts for the reduction in base
shear caused by foundation damping SSI

αxx, αrr = dimensionless factor, function of dimensionless fre-
quency, a0 [Eqs. (19.3-14) and (19.3-24)]

β = effective viscous damping ratio of the structure, taken
as 5% unless otherwise justified by analysis

β0 = the effective viscous damping ratio of the soil–
structure system, based on Section 19.3.2 [Eq. (19.3-1)]

βf = effective viscous damping ratio relating to founda-
tion–soil interaction [Eq. (19.3-3)]

βrd = radiation damping ratio determined in accordance with
Section 19.3.3 or 19.3.4 [Eqs. (19.3-5) and (19.3-15)]

βs, β 0
s = soil hysteretic damping ratio determined in accor-

dance with Section 19.3.5
βxx, βrr = rotational foundation damping coefficient

[Eqs. (19.3-12) and (19.3-22)]
βy, βr = translational foundation damping coefficient

[Eqs. (19.3-10) and (19.3-20)]
γ = the average unit weight of the soils over a depth of B

below the base of the structure
μ = expected ductility demand
ν = Poisson’s ratio; it is permitted to use 0.3 for sand and

0.45 for clay soils
Ψ = dimensionless factor, function of Poisson’s ratio

[Eqs. (19.3-13) and (19.3-23)]

19.2 SSI ADJUSTED STRUCTURAL DEMANDS

19.2.1 Equivalent Lateral Force Procedure. To account for
the effects of SSI using a linear static procedure, the base shear,
V , determined from Eq. (12.8-1) is permitted to be modified as
follows:

~V =V−ΔV ≥ αV (19.2-1)

ΔV =
�
Cs−

~Cs

BSSI

�
�W (19.2-2)

α=

8<
:

0.7 for R ≤ 3
0.5þ R∕15 for 3 < R < 6
0.9 for R ≥ 6

(19.2-3)

BSSI = 4∕½5.6− lnð100β0Þ� (19.2-4)

where

~V = base shear adjusted for SSI;
V = the fixed-base structure base shear computed in accordance

with Section 12.8.1;
R = the response modification factor in Table 12.2-1;

Cs = the seismic response coefficient determined in accordance
with Section 12.8.1.1 assuming a fixed structural base at the
foundation–soil interface;

~Cs = the seismic response coefficient determined in accordance
with Section 12.8.1.1 assuming flexibility of the structural
base at the foundation–soil interface in accordance with
Section 19.1.1 using ~T as the fundamental period of the
structure in lieu of the fundamental period of the structure,
T , as determined by Section 12.8.2;

�W = weight caused by the effective modal mass in the funda-
mental mode, alternatively taken as the effective seismic
weight in accordance with Section 12.7.2;

α = coefficient that accounts for the reduction in base shear
caused by foundation damping SSI; and

β0 = the effective viscous damping ratio of the soil–structure
system, in accordance with Section 19.3.2.

The inclusion of kinematic interaction effects in accordance
with Section 19.4 or other methods is not permitted with the
equivalent lateral force procedure.

19.2.2 Linear Dynamic Analysis. To account for the effects of
SSI, a linear dynamic analysis is permitted to be performed in
accordance with Section 12.9 using either the SSI modified
design response spectrum and MCER response spectrum in
accordance with Sections 11.4.6 and 11.4.7 or SSI modified
site-specific response spectrum, per Section 19.2.2.1 or an SSI
modified site-specific response spectrum in accordance with
Section 19.2.2.2 for spectral response acceleration, ~Sa, versus
structural period, T . The resulting response spectral acceleration
shall be divided by R∕Ie, where Ie is prescribed in Section 11.5.1.
The mathematical model used for the linear dynamic analysis
shall include flexibility of the foundation and underlying soil in
accordance with Section 19.1.1.
The inclusion of kinematic interaction effects in accordance

with Section 19.4 or other methods is not permitted with a linear
dynamic analysis procedure.
Scaling of the lateral forces from the modal response analysis

shall be in accordance with Section 12.9.1.4 with calculated
base shear, V , replaced with SSI adjusted base shear, ~V , determined
in accordance with Eq. (19.2-1) and the modal base shear, Vt ,
replaced by the modal base shear calculated with the effects
of SSI, ~Vt .
The modal base shear calculated with the effects of

SSI, ~Vt, shall not be less than αVt, where α is defined in
Eq. (19.2-3).

19.2.2.1 SSI Modified General Design Response Spectrum.
The general design response spectrum, which includes the effects
of SSI to be used with the modal analysis procedure in
Section 19.2.2, shall be developed as follows:

~Sa =
��

5
BSSI

−2
�
×

T

TS
þ 0.4

�
× SDS (19.2-5)

for 0 < T < T0, and

~Sa = SDS∕BSSI for T0 ≤ T ≤ TS; and (19.2-6)

~Sa = SD1∕ðBSSITÞ; for TS < T ≤ TL; and (19.2-7)

~Sa = SD1TL∕ðBSSIT
2Þ; for T > TL (19.2-8)

where SDS and SD1 are defined in Section 11.4.5; TS, T0, and TL
are as defined in Section 11.4.6; T is the period at the response
spectrum ordinate; and BSSI is defined in Eq. (19.2-4).

198 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



19.2.2.2 SSI Site-Specific Response Spectrum. A site-specific
response spectrum that incorporates modifications caused by SSI
is permitted to be developed in accordance with the requirements
of Chapter 21. The spectrum is permitted to be adjusted for the
effective viscous damping ratio of β0, of the soil–structure
system, as defined in Section 19.3.2, in the development of
the site-specific spectrum.

19.2.3 Nonlinear Response History Procedure. It is permitted
to account for the effects of SSI using a nonlinear response
history analysis performed in accordance with Chapter 16 using
acceleration histories scaled to a site-specific response spectrum
modified for kinematic interaction in accordance with
Section 19.4 or other approved methods. The mathematical
model used for the analysis shall include foundation and soil
flexibility per Section 19.1.1 and shall explicitly incorporate
the effects of foundation damping per Section 19.3 or by
other approved methods. Kinematic interaction effects per
Section 19.4 are permitted to be included in the determination
of the site-specific response spectrum.

The site-specific response spectrum shall be developed per the
requirements of Chapter 21 with the following additional
requirements:

1. The spectrum is permitted to be adjusted for kinematic
SSI effects by multiplying the spectral acceleration
ordinate at each period by the corresponding response
spectrum ratios for either base slab averaging or em-
bedment or both base slab averaging and embedment
(RRSbsa × RRSe) per Section 19.4, or by directly incorpo-
rating one or both of these effects into the development of
the spectrum.

2. For structures embedded in the ground, the site-specific
response spectrum is permitted to be developed at the depth
of the embedded base level in lieu of at grade. For this case,
the response spectrum ratio for embedment effects (RRSe)
shall be taken as 1.0.

3. The site-specific response spectrum modified for kinematic
interaction shall not be taken as less than 80% of Sa as
determined from a site-specific response spectrum in ac-
cordance with Section 21.3.

4. The site-specific response spectrum modified for kinematic
interaction shall not be taken as less than 70% of Sa as
determined from the design response spectrum and MCER
response spectrum in accordance with Sections 11.4.6 and
11.4.7.

19.3 FOUNDATION DAMPING EFFECTS

19.3.1 Foundation Damping Requirements. Foundation
damping effects are permitted to be considered through direct
incorporation of soil hysteretic damping and radiation damping
in the mathematical model of the structure.

The procedures of this section shall not be used for the
following cases:

1. A foundation system consisting of discrete footings that are
not interconnected and that are spaced less than the larger
dimension of the supported lateral force-resisting element
in the direction under consideration.

2. A foundation system consisting of, or including, deep
foundations such as piles or piers.

3. A foundation system consisting of structural mats inter-
connected by concrete slabs that are characterized as
flexible in accordance with Section 12.3.1.3 or that are
not continuously connected to grade beams or other foun-
dation elements.

19.3.2 Effective Damping Ratio. The effects of foundation
damping shall be represented by the effective damping ratio of
the soil–structure system, β0, determined in accordance with
Eq. (19.3-1):

β0 = βf þ
β

ð~T∕TÞ2eff
≤ 0.20 (19.3-1)

where

βf = effective viscous damping ratio relating to founda-
tion–soil interaction;

β = effective viscous damping ratio of the structure, taken
as 5% unless otherwise justified by analysis; and

ð~T∕TÞeff = effective period lengthening ratio defined in
Eq. (19.3-2).

The effective period lengthening ratio shall be determined in
accordance with Eq. (19.3-2):

�
~T

T

�
eff

=
�
1þ 1

μ

��
~T

T

�2

−1
��0.5

(19.3-2)

where

μ = expected ductility demand. For equivalent lateral force or modal
response spectrum analysis procedures, μ is the maximum
base shear divided by the elastic base shear capacity; alternately,
μ is permitted to be taken as R∕Ω0, where R and Ω0 are
per Table 12.2-1. For the response history analysis procedures,
μ is the maximum displacement divided by the yield displace-
ment of the structure measured at the highest point above
grade.

The foundation damping ratio caused by soil hysteretic
damping and radiation damping, βf , is permitted to be determined
in accordance with Eq. (19.3-3) or by other approved
methods.

βf =
�ð~T∕TÞ2−1

ð~T∕TÞ2
�
βs þ βrd (19.3-3)

where

βs = soil hysteretic damping ratio determined in accordance with
Section 19.3.5, and

βrd = radiation damping ratio determined in accordance with
Section 19.3.3 or 19.3.4.

If a site more than a depth B or R below the base of the building
consists of a relatively uniform layer of depth, Ds, overlaying a
very stiff layer with a shear wave velocity more than twice that of
the surface layer and 4Ds∕vs~T < 1, then the damping values, βr,
in Eq. (19.3-3) shall be replaced by β 0

s , per Eq. (19.3-4):

β 0
s =

�
4Ds

vs~T

�
4
βs (19.3-4)

19.3.3 Radiation Damping for Rectangular Foundations.
The effects of radiation damping for structures with a rect-
angular foundation plan shall be represented by the effective
damping ratio of the soil–structure system, βr , determined in
accordance with Eq. (19.3-5):

βrd =
1

ð~T∕TyÞ2
βy þ

1

ð~T∕TxxÞ2
βxx (19.3-5)
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Ty = 2π

ffiffiffiffiffiffiffi
M�

Ky

s
(19.3-6)

Txx = 2π

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
M�ðh�Þ2
αxxKxx

s
(19.3-7)

Ky =
GB

2−ν

�
6.8

�
L

B

�
0.65

þ 0.8

�
L

B

�
þ 1.6

�
(19.3-8)

Kxx =
GB3

1−ν

�
3.2

�
L

B

�
þ 0.8

�
(19.3-9)

βy =
�
4ðL∕BÞ
ðKy∕GBÞ

��
a0
2

�
(19.3-10)

a0 =
2πB
~Tvs

(19.3-11)

βxx =

2
4 ð4ψ∕3ÞðL∕BÞa20	

Kxx

GB3


�	
2.2− 0.4

ðL∕BÞ3


þ a20

�
3
5� a0

2αxx

�
(19.3-12)

ψ=

ffiffiffiffiffiffiffiffiffiffiffiffiffiffi
2ð1−νÞ
ð1−2νÞ

s
≤ 2.5 (19.3-13)

αxx = 1.0−

2
64ð0.55þ 0.01

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiðL∕BÞ−1p Þa20�
2.4− 0.4

ðL∕BÞ3

�
þ a20

3
75 (19.3-14)

where

M� = effective modal mass for the fundamental mode of vibra-
tion in the direction under consideration;

h� = effective structure height taken as the vertical distance from
the foundation to the centroid of the first mode shape for
multistory structures. Alternatively, h� is permitted to be
approximated as 70% of the total structure height for
multistory structures or as the full height of the structure
for one-story structures;

L = half the larger dimension of the base of the structure;
B = half the smaller dimension of the base of the structure;
vs = the average effective shear wave velocity over a depth of B

below the base of the structure determined using vso and
Table 19.3-1 or a site-specific study;

vso = the average low strain shear wave velocity over a depth of B
below the base of the structure;

G = effective shear modulus derived or approximated based on
G0 and Table 19.3-2;

G0 = γv2so∕g, the average shear modulus for the soils beneath the
foundation at small strain levels;

γ = the average unit weight of the soils over a depth of B below
the base of the structure; and

ν = Poisson’s ratio; it is permitted to use 0.3 for sandy and 0.45
for clayey soils.

19.3.4 Radiation Damping for Circular Foundations. The
effects of radiation damping for structures with a circular
foundation plan shall be represented by the effective damping

ratio of the soil–structure system, βrd, determined in accordance
with (Eq. 19.3-15):

βrd =
1

ð~T∕TrÞ2
βr þ

1

ð~T∕TrrÞ2
βrr (19.3-15)

Tr = 2π

ffiffiffiffiffiffiffi
M�

Kr

s
(19.3-16)

Trr = 2π

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
M�ðh�Þ2
αrrKrr

s
(19.3-17)

Kr =
8Grf
2−ν

(19.3-18)

Krr =
8Grf 3

3ð1−νÞ (19.3-19)

βr =
�

π
ðKr∕Grf Þ

��
a0
2

�
(19.3-20)

a0 =
�
2πrf
~Tvs

�
(19.3-21)

Table 19.3-2 Effective Shear Modulus Ratio (G∕G0)

Effective Peak Acceleration, SDS∕2.5a

Site Class SDS∕2.5= 0 SDS∕2.5= 0.1 SDS∕2.5=0.4 SDS∕2.5 ≥ 0.8

A 1.00 1.00 1.00 1.00
B 1.00 1.00 0.95 0.90
C 1.00 0.95 0.75 0.60
D 1.00 0.90 0.50 0.10
E 1.00 0.60 0.05 b

F b b b b

aUse straight-line interpolation for intermediate values of SDS∕2.5.bSite-specific geotechnical investigation and dynamic site response analyses
shall be performed.

Table 19.3-1 Effective Shear Wave Velocity Ratio (vs∕vso )

Effective Peak Acceleration, SDS∕2.5a

Site Class SDS∕2.5= 0 SDS∕2.5= 0.1 SDS∕2.5=0.4 SDS∕2.5 ≥ 0.8

A 1.00 1.00 1.00 1.00
B 1.00 1.00 0.97 0.95
C 1.00 0.97 0.87 0.77
D 1.00 0.95 0.71 0.32
E 1.00 0.77 0.22 b

F b b b b

aUse straight-line interpolation for intermediate values of SDS∕2.5.bSite-specific geotechnical investigation and dynamic site response analyses
shall be performed.
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βrr =
� ðπψ∕4Þa20
ðKrr∕Gr3f Þ½2þ a20�

��
a0
2αrr

�
(19.3-22)

ψ=

ffiffiffiffiffiffiffiffiffiffiffiffiffiffi
2ð1−νÞ
ð1−2νÞ

s
≤ 2.5 (19.3-23)

αrr = 1.0−
�
0.35a2

0

1.0þ a20

�
(19.3-24)

where

rf = radius of the circular foundation;
vs = the average effective shear wave velocity over a depth of rf

below the base of the structure determined using vso and
Table 19.3-1 or a site-specific study;

vso = the average low strain shear wave velocity over a depth of rf
below the base of the structure; and

γ = the average unit weight of the soils over a depth of rf below
the base of the structure.

19.3.5 Soil Damping. The effects of soil hysteretic damping
shall be represented by the effective soil hysteretic damping
ratio, βs, determined based on a site-specific study.
Alternatively, it is permitted to determine βs in accordance
with Table 19.3-3.

19.4 KINEMATIC SSI EFFECTS

Kinematic SSI effects are permitted to be represented by re-
sponse spectral modification factors RRSbsa for base slab aver-
aging and RRSe for embedment, which are multiplied by the
spectral acceleration ordinates of the response spectrum at each
period. The modification factors are calculated in accordance
with Sections 19.4.1 and 19.4.2. Modifications of the response
spectrum for kinematic SSI effects are permitted only for use
with the nonlinear response history analysis provisions of Chap-
ter 16 using the site-specific response spectrum developed in
accordance with Chapter 21 and subject to the limitations in
Sections 19.2.3, 19.4.1, and 19.4.2.

The product of RRSbsa × RRSe shall not be less than 0.7.

19.4.1 Base Slab Averaging. Consideration of the effects of
base slab averaging through the development of site-specific trans-
fer functions that represent the kinematic SSI effects expected at the
site for a given foundation configuration is permitted.

Alternatively, modifications for base slab averaging using the
procedures of this section are permitted for the following cases:

1. All structures located on Site Class C, D, or E; and

2. Structures that have structural mats or foundation
elements interconnected with concrete slabs or that are
continuously connected with grade beams or other foun-
dation elements of sufficient lateral stiffness so as not to be
characterized as flexible under the requirements of
Section 12.3.1.3.

The modification factor for base slab averaging, RRSbsa, shall
be determined using Eq. (19.4−1) for each period required for
analysis.

RRSbsa = 0.25þ 0.75 ×
�
1

b20

h
1−

	
exp

	
−2b20




× Bbsa

i�1∕2

(19.4-1)

where

Bbsa =

8<
:

1þ b20 þ b40 þ b60
2 þ b80

4 þ b100
12 b0 ≤ 1

½expð2b20Þ� ×
h

1ffiffi
π

p
b0

	
1− 1

16b20


i
b0 > 1

(19.4-2)

b0 = 0.00071 ×
�
be
T

�
(19.4-3)

where

be = effective foundation size (ft),

be =
ffiffiffiffiffiffiffiffiffiffi
Abase

p
≤ 260 ft (19.4-4)

650 ≤ vs ≤ 1,650

where vs is in ft∕s.
In SI units,

b0 = 0.0023 ×
�
be
T

�
(19.4-3.si)

where

be = effective foundation size (m),

be =
ffiffiffiffiffiffiffiffiffiffi
Abase

p
≤ 80 m (19.4-4.si)

200 ≤ vs ≤ 500

where vs is in m∕s;

T = response spectra ordinate period, which shall not be taken
as less than 0.20 s when used in Eq. (19.4-3) or (19.4-3.si);
and

Abase = area of the base of the structure [ft2 (m2)].

19.4.2 Embedment. The response spectrum shall be developed
based on a site-specific study at the depth of the base of the
structure. Alternatively, modifications for embedment are
permitted using the procedures of this section.

The modification factor for embedment, RRSe, shall be
determined using (Eq. 19.4-5) for each period required for
analysis.

RRSe = 0.25þ 0.75 × cos

�
2πe
Tvs

�
(19.4-5)

where

e = foundation embedment depth [ft (m)], not greater than 20 ft
(6.1 m). A minimum of 75% of the foundation footprint
shall be present at the embedment depth. The foundation

Table 19.3-3 Soil Hysteretic Damping Ratio, βs

Effective Peak Acceleration, SDS∕2.5a

Site Class SDS∕2.5=0 SDS∕2.5=0.1 SDS∕2.5=0.4 SDS∕2.5 ≥ 0.8

C 0.01 0.01 0.03 0.05
D 0.01 0.02 0.07 0.15
E 0.01 0.05 0.20 b

F b b b b

a

Use straight-line interpolation for intermediate values of SDS∕2.5.b

Site-specific geotechnical investigation and dynamic site response analyses
shall be performed.
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embedment for structures located on sloping sites shall be
the shallowest embedment;

vs = the average effective shear wave velocity for site soil
conditions, taken as average value of velocity over the
embedment depth of the foundation determined using vso
and Table 19.3-1 or a site-specific study and shall not be
less than 650 ft∕s (200 m∕s);

vso = the average low strain shear wave velocity over the em-
bedment depth of the foundation; and

T = response spectra ordinate period, which shall not be taken as
less than 0.20 s when used in Eq. (19.4-5).

19.5 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

See Chapter 23 for the list of consensus standards and other
documents that shall be considered part of this standard to the
extent referenced in this chapter.
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CHAPTER 20

SITE CLASSIFICATION PROCEDURE FOR SEISMIC DESIGN

20.1 SITE CLASSIFICATION

The site soil shall be classified in accordance with Table 20.3-1
and Section 20.3 based on the upper 100 ft (30 m) of the site
profile. Where site-specific data are not available to a depth of
100 ft (30 m), appropriate soil properties are permitted to be
estimated by the registered design professional preparing the soil
investigation report based on known geologic conditions. Where
the soil properties are not known in sufficient detail to determine
the site class, Site Class D, subject to the requirements of
Section 11.4.4, shall be used unless the Authority Having
Jurisdiction or geotechnical data determine that Site Class E or
F soils are present at the site. Site Classes A and B shall not be
assigned to a site if there is more than 10 ft (3.1 m) of soil
between the rock surface and the bottom of the spread footing or
mat foundation.

20.2 SITE RESPONSE ANALYSIS FOR SITE CLASS F
SOIL

A site response analysis in accordance with Section 21.1 shall be
provided for Site Class F soils, unless any of the exceptions to
Section 20.3.1 are applicable.

20.3 SITE CLASS DEFINITIONS

Site class types shall be assigned in accordance with the defini-
tions provided in Table 20.3-1 and this section.

20.3.1 Site Class F. Where any of the following conditions is
satisfied, the site shall be classified as Site Class F and a site
response analysis in accordance with Section 21.1 shall be
performed.

1. Soils vulnerable to potential failure or collapse under
seismic loading, such as liquefiable soils, quick and highly
sensitive clays, and collapsible weakly cemented soils.

EXCEPTION: For structures that have fundamental
periods of vibration equal to or less than 0.5 s, site response
analysis is not required to determine spectral accelerations
for liquefiable soils. Rather, a site class is permitted to be
determined in accordance with Section 20.3 and the cor-
responding values of Fa and Fv determined from
Tables 11.4-1 and 11.4-2.

2. Peats and/or highly organic clays [H > 10 ft (H > 3 m)] of
peat and/or highly organic clay whereH = thickness of soil.

3. Very high plasticity clays [H > 25 ft (H > 7.6 m) with
PI > 75] in a soil profile that would otherwise be classified
as Site Class D or E.

EXCEPTION: Site response analysis is not required
for this clay category provided that both of the following
requirements are satisfied: (i) values of Fa and Fv are

obtained from Tables 11.4-1 and 11.4-2 for Site Class D or
E multiplied by a factor that varies linearly from 1.0 at
PI = 75 to 1.3 for PI = 125 and is equal to 1.3 for PI > 125;
and (ii) the resulting values of SDS and SD1 obtained using
the scaled factors Fa and Fv do not exceed the upper
bound values for Seismic Design Category B given in
Tables 11.6-1 and 11.6-2.

4. Very thick soft/medium stiff clays [H > 120 ft
(H > 37 m)] with su < 1,000 psf (su < 50 kPa).

EXCEPTION: Site response analysis is not required
for this clay category provided that both of the following
requirements are satisfied: (i) values of Fa and Fv are
obtained from Tables 11.4-1 and 11.4-2 for Site Class E;
and (ii) the resulting values of SDS and SD1 using the factors
Fa and Fv do not exceed the upper bound values for Seismic
Design Category B given in Tables 11.6-1 and 11.6-2.

20.3.2 Soft Clay Site Class E. Where a site does not qualify
under the criteria for Site Class F and there is a total thickness of
soft clay greater than 10 ft (3 m) where a soft clay layer is defined
by su < 500 psf (su < 25 kPa), w ≥ 40%, and PI > 20, it shall be
classified as Site Class E.

20.3.3 Site Classes C, D, and E. The existence of Site Class C,
D, and E soils shall be classified by using one of the following
three methods with v̄s, N̄, and s̄u computed in all cases as
specified in Section 20.4:

1. v̄s for the top 100 ft (30 m) (v̄s method).
2. N̄ for the top 100 ft (30 m) (N̄ method).
3. N̄ch for cohesionless soil layers (PI < 20) in the top 100 ft

(30 m) and s̄u for cohesive soil layers (PI > 20) in the top
100 ft (30 m) (s̄u method). Where the N̄ch and s̄u criteria
differ, the site shall be assigned to the category with the
softer soil.

20.3.4 Shear Wave Velocity for Site Class B. The shear wave
velocity for rock, Site Class B, shall be either measured on site or
estimated by a geotechnical engineer, engineering geologist, or
seismologist for competent rock with moderate fracturing and
weathering. Softer and more highly fractured and weathered rock
shall either be measured on site for shear wave velocity or
classified as Site Class C.

20.3.5 Shear Wave Velocity for Site Class A. The hard rock,
Site Class A, category shall be supported by shear wave velocity
measurement either on site or on profiles of the same rock type in
the same formation with an equal or greater degree of weathering
and fracturing. Where hard rock conditions are known to be
continuous to a depth of 100 ft (30 m), surficial shear wave
velocity measurements are permitted to be extrapolated to assess v̄s.
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20.4 DEFINITIONS OF SITE CLASS PARAMETERS

The definitions presented in this section shall apply to the upper
100 ft (30 m) of the site profile. Profiles containing distinct soil
and rock layers shall be subdivided into those layers designated
by a number that ranges from 1 to n at the bottom where there are
a total of n distinct layers in the upper 100 ft (30 m). Where some
of the n layers are cohesive and others are not, k is the number of
cohesive layers and m is the number of cohesionless layers. The
symbol i refers to any one of the layers between 1 and n.

20.4.1 v̄s , Average Shear Wave Velocity. v̄s shall be
determined in accordance with the following formula:

v̄s =

Xn
i= 1

di

Xn
i= 1

di
vsi

(20.4-1)

where

di = the thickness of any layer between 0 and 100 ft (30 m);
vsi = the shear wave velocity in ft /s (m /s); andP

n
i= 1 di = 100 ft (30 m).

20.4.2 N̄, Average Field Standard Penetration Resistance
and N̄c h , Average Standard Penetration Resistance for
Cohesionless Soil Layers. N̄ and N̄ch shall be determined in
accordance with the following formulas:

N̄ =

Xn
i= 1

di

Xn
i= 1

di
Ni

(20.4-2)

where Ni and di in Eq. (20.4-2) are for cohesionless soil, cohesive
soil, and rock layers.

N̄ch =
dsXm

i= 1

di
Ni

(20.4-3)

where Ni and di in Eq. (20.4-3) are for cohesionless soil layers
only and

Xm
i= 1

di = ds

where

ds is the total thickness of cohesionless soil layers in the top
100 ft (30 m).

Ni is the standard penetration resistance (ASTM D1586) not to
exceed 100 blows /ft (305 blows /m) as directly measured
in the field without corrections.

Where refusal is met for a rock layer, Ni shall be taken as
100 blows /ft (305 blows /m).

20.4.3 s̄u , Average Undrained Shear Strength. s̄u shall be
determined in accordance with the following formula:

s̄u =
dcXk

i= 1

di
sui

(20.4-4)

whereP
k
i= 1 di = dc;

dc = the total thickness of cohesive soil layers in the top
100 ft (30 m);

PI = the plasticity index as determined in accordance with
ASTM D4318;

w = the moisture content in percent as determined in
accordance with ASTM D2216; and

sui = the undrained shear strength in psf (kPa), not to
exceed 5,000 psf (240 kPa) as determined in accor-
dance with ASTM D2166 or ASTM D2850.

20.5 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

See Chapter 23 for the list of consensus standards and other
documents that shall be considered part of this standard to the
extent referenced in this chapter.

Table 20.3-1 Site Classification

Site Class v̄ s N̄ or N̄ch s̄u

A. Hard rock >5,000 ft /s NA NA
B. Rock 2,500 to 5,000 ft /s NA NA
C. Very dense soil and soft rock 1,200 to 2,500 ft /s >50 blows /ft >2,000 lb /ft2

D. Stiff soil 600 to 1,200 ft /s 15 to 50 blows /ft 1,000 to 2,000 lb /ft2

E. Soft clay soil <600 ft /s <15 blows /ft <1,000 lb /ft2

Any profile with more than 10 ft of soil that has the following characteristics:

— Plasticity index PI > 20,
— Moisture content w ≥ 40%,
— Undrained shear strength s̄u < 500 lb /ft2

F. Soils requiring site response analysis
in accordance with Section 21.1

See Section 20.3.1

Note: For SI: 1 ft= 0.3048 m; 1 ft /s= 0.3048 m /s; 1 lb /ft2 = 0.0479 kN /m2.
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CHAPTER 21

SITE-SPECIFIC GROUND MOTION PROCEDURES FOR SEISMIC DESIGN

21.1 SITE RESPONSE ANALYSIS

The requirements of Section 21.1 shall be satisfied where site
response analysis is performed or required by Section 11.4.7. The
analysis shall be documented in a report.

21.1.1 Base Ground Motions. An MCER response spectrum
shall be developed for bedrock, using the procedure of
Sections 11.4.6 or 21.2. Unless a site-specific ground motion
hazard analysis described in Section 21.2 is carried out, the
MCER rock response spectrum shall be developed using the
procedure of Section 11.4.6, assuming Site Class B. If bedrock
consists of Site Class A, the spectrum shall be adjusted using the
site coefficients in Section 11.4.3 unless other site coefficients
can be justified. At least five recorded or simulated horizontal
ground motion acceleration time histories shall be selected from
events that have magnitudes and fault distances that are
consistent with those that control the MCER ground motion.
Each selected time history shall be scaled so that its response
spectrum is, on average, approximately at the level of the MCER
rock response spectrum over the period range of significance to
structural response.

21.1.2 Site Condition Modeling. A site response model based
on low strain shear wave velocities, nonlinear or equivalent linear
shear stress–strain relationships, and unit weights shall be
developed. Low strain shear wave velocities shall be
determined from field measurements at the site or from
measurements from similar soils in the site vicinity. Nonlinear
or equivalent linear shear stress–strain relationships and unit
weights shall be selected on the basis of laboratory tests or
published relationships for similar soils. The uncertainties in soil
properties shall be estimated. Where very deep soil profiles make
the development of a soil model to bedrock impractical, the
model is permitted to be terminated where the soil stiffness is at
least as great as the values used to define Site Class D in
Chapter 20. In such cases, the MCER response spectrum and
acceleration time histories of the base motion developed in
Section 21.1.1 shall be adjusted upward using site coefficients
in Section 11.4.3 consistent with the classification of the soils at
the profile base.

21.1.3 Site Response Analysis and Computed Results. Base
ground motion time histories shall be input to the soil profile as
outcropping motions. Using appropriate computational
techniques that treat nonlinear soil properties in a nonlinear or
equivalent-linear manner, the response of the soil profile shall be
determined and surface ground motion time histories shall be
calculated. Ratios of 5% damped response spectra of surface
ground motions to input base ground motions shall be calculated.
The recommended surface MCER ground motion response
spectrum shall not be lower than the MCER response

spectrum of the base motion multiplied by the average
surface-to-base response spectral ratios (calculated period by
period) obtained from the site response analyses. The
recommended surface ground motions that result from the
analysis shall reflect consideration of sensitivity of response to
uncertainty in soil properties, depth of soil model, and input
motions.

21.2 RISK-TARGETED MAXIMUM CONSIDERED
EARTHQUAKE (MCER) GROUND MOTION
HAZARD ANALYSIS

The requirements of Section 21.2 shall be satisfied where a
ground motion hazard analysis is performed or required by
Section 11.4.7. The ground motion hazard analysis shall
account for the regional tectonic setting, geology, and seismic-
ity; the expected recurrence rates and maximum magnitudes of
earthquakes on known faults and source zones; the character-
istics of ground motion attenuation near source effects, if any,
on ground motions; and the effects of subsurface site condi-
tions on ground motions. The characteristics of subsurface site
conditions shall be considered either using attenuation relations
that represent regional and local geology or in accordance with
Section 21.1. The analysis shall incorporate current seismic
interpretations, including uncertainties for models and parame-
ter values for seismic sources and ground motions. If the
spectral response accelerations predicted by the attenuation
relations do not represent the maximum response in the
horizontal plane, then the response spectral accelerations com-
puted from the hazard analysis shall be scaled by factors to
increase the motions to the maximum response. If the attenua-
tion relations predict the geometric mean or similar metric of
the two horizontal components, then the scale factors shall be
1.1 for periods less than or equal to 0.2 s, 1.3 for a period of
1.0 s, and 1.5 for periods greater than or equal to 5.0 s, unless
it can be shown that other scale factors more closely represent
the maximum response, in the horizontal plane, to the geo-
metric mean of the horizontal components. Scale factors
between these periods shall be obtained by linear interpolation.
The analysis shall be documented in a report.

21.2.1 Probabilistic (MCER) Ground Motions. The probabi-
listic spectral response accelerations shall be taken as the spectral
response accelerations in the direction of maximum horizontal
response represented by a 5% damped acceleration response
spectrum that is expected to achieve a 1% probability of collapse
within a 50-year period. For the purpose of this standard, or-
dinates of the probabilistic ground motion response spectrum
shall be determined by either Method 1 of Section 21.2.1.1 or
Method 2 of Section 21.2.1.2.

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 205

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



21.2.1.1 Method 1. At each spectral response period for which
the acceleration is computed, ordinates of the probabilistic
ground motion response spectrum shall be determined as the
product of the risk coefficient, CR, and the spectral response
acceleration from a 5% damped acceleration response spectrum
that has a 2% probability of exceedance within a 50-year period.
The value of the risk coefficient, CR, shall be determined using
values of CRS and CR1 from Figs. 22-18 and 22-19, respectively.
At spectral response periods less than or equal to 0.2 s, CR shall
be taken as equal to CRS. At spectral response periods greater
than or equal to 1.0 s, CR shall be taken as equal to CR1. At
response spectral periods greater than 0.2 s and less than 1.0 s, CR
shall be based on linear interpolation of CRS and CR1.

21.2.1.2 Method 2. At each spectral response period for which
the acceleration is computed, ordinates of the probabilistic
ground motion response spectrum shall be determined from
iterative integration of a site-specific hazard curve with a
lognormal probability density function representing the
collapse fragility (i.e., probability of collapse as a function of
spectral response acceleration). The ordinate of the probabilistic
ground motion response spectrum at each period shall achieve a
1% probability of collapse within a 50-year period for a collapse
fragility that has (1) a 10% probability of collapse at said ordinate
of the probabilistic ground motion response spectrum and (2) a
logarithmic standard deviation value of 0.6.

21.2.2 Deterministic (MCER) Ground Motions. The deter-
ministic spectral response acceleration at each period shall be
calculated as an 84th-percentile 5% damped spectral response
acceleration in the direction of maximum horizontal response
computed at that period. The largest such acceleration calculated
for the characteristic earthquakes on all known active faults
within the region shall be used. The ordinates of the
deterministic ground motion response spectrum shall not be
taken as lower than the corresponding ordinates of the
response spectrum determined in accordance with Fig. 21.2-1.
For the purposes of calculating the ordinates

(i) for Site Classes A, B or C: Fa and Fv shall be determined
using Tables 11.4-1 and 11.4-2, with the value of SS taken
as 1.5 and the value of S1 taken as 0.6;

(ii) for Site Class D: Fa shall be taken as 1.0, and Fv shall be
taken as 2.5; and

(iii) for Site Classes E and F: Fa shall be taken as 1.0, and Fv
shall be taken as 4.0.

21.2.3 Site-Specific MCER. The site-specific MCER spectral
response acceleration at any period, SaM , shall be taken as the
lesser of the spectral response accelerations from the probabilistic
ground motions of Section 21.2.1 and the deterministic ground
motions of Section 21.2.2.

21.3 DESIGN RESPONSE SPECTRUM

The design spectral response acceleration at any period shall be
determined from Eq. (21.3-1):

Sa =
2
3
SaM (21.3-1)

where SaM is the MCE spectral response acceleration obtained
from Section 21.1 or 21.2.
The design spectral response acceleration at any period

shall not be taken as less than 80% of Sa determined in accor-
dance with Section 11.4.6, where Fa and Fv are determined as
follows:

(i) for Site Class A, B, and C: Fa and Fv are determined
using Tables 11.4-1 and 11.4-2, respectively;

(ii) for Site Class D: Fa is determined using Table 11.4-1,
and Fv is taken as 2.4 for S1 < 0.2 or 2.5 for S1 ≥ 0.2; and

(iii) for Site Class E: Fa is determined using Table 11.4-1 for
SS < 1.0 or taken as 1.0 for SS ≥ 1.0, and Fv is taken as
4.2 for S1 ≤ 0.1 or 4.0 for S1 > 0.1.

For sites classified as Site Class F requiring site-specific
analysis in accordance with Section 11.4.7, the design spectral
response acceleration at any period shall not be less than 80% of
Sa determined for Site Class E in accordance with Section 11.4.5.

EXCEPTION: Where a different site class can be justified
using the site-specific classification procedures in accordance
with Section 20.3.3, a lower limit of 80% of Sa for the justified
site class shall be permitted to be used.

21.4 DESIGN ACCELERATION PARAMETERS

Where the site-specific procedure is used to determine the design
ground motion in accordance with Section 21.3, the parameter
SDS shall be taken as 90% of the maximum spectral acceleration,
Sa, obtained from the site-specific spectrum, at any period within
the range from 0.2 to 5 s, inclusive. The parameter SD1 shall be
taken as the maximum value of the product, TSa, for periods from
1 to 2 s for sites with vs;30 > 1,200 ft=s (vs;30 > 365.76 m=s) and
for periods from 1 to 5 s for sites with vs;30 ≤ 1,200 ft=s
(vs;30 ≤ 365.76 m=s). The parameters SMS and SM1 shall be taken
as 1.5 times SDS and SD1, respectively. The values so obtained
shall not be less than 80% of the values determined in accordance
with Section 11.4.3 for SMS and SM1 and Section 11.4.5 for SDS
and SD1.
For use with the equivalent lateral force procedure, the site-

specific spectral acceleration, Sa, at T shall be permitted to
replace SD1=T in Eq. (12.8-3) and SD1TL=T

2 in Eq. (12.8-4).
The parameter SDS calculated per this section shall be permitted
to be used in Eqs. (12.8-2), (12.8-5), (15.4-1), and (15.4-3). The
mapped value of S1 shall be used in Eqs. (12.8-6), (15.4-2), and
(15.4-4).

21.5 MAXIMUM CONSIDERED EARTHQUAKE
GEOMETRIC MEAN (MCEG) PEAK GROUND
ACCELERATION

21.5.1 Probabilistic MCEG Peak Ground Acceleration. The
probabilistic geometric mean peak ground acceleration shall be

FIGURE 21.2-1 Deterministic Lower Limit on MCER Response
Spectrum
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taken as the geometric mean peak ground acceleration with a 2%
probability of exceedance within a 50-year period.

21.5.2 Deterministic MCEG Peak Ground Acceleration. The
deterministic geometric mean peak ground acceleration shall be
calculated as the largest 84th-percentile geometric mean peak
ground acceleration for characteristic earthquakes on all known
active faults within the site region. The deterministic geometric
mean peak ground acceleration shall not be taken as lower than
0.5 FPGA, where FPGA is determined using Table 11.8-1 with the
value of PGA taken as 0.5g.

21.5.3 Site-Specific MCEG Peak Ground Acceleration. The
site-specific MCEG peak ground acceleration, PGAM , shall be

taken as the lesser of the probabilistic geometric mean
peak ground acceleration of Section 21.5.1 and the deter-
ministic geometric mean peak ground acceleration of
Section 21.5.2. The site-specific MCEG peak ground ac-
celeration shall not be taken as less than 80% of PGAM
determined from Eq. (11.8-1).

21.6 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

See Chapter 23 for the list of consensus standards and other
documents that shall be considered part of this standard to the
extent referenced in this chapter.
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CHAPTER 22

SEISMIC GROUND MOTION, LONG-PERIOD TRANSITION, AND RISK COEFFICIENT MAPS

Contained in this chapter are Figs. 22-1 through 22-8, which
provide the risk-targeted maximum considered earthquake
(MCER) ground motion parameters SS and S1; Figs. 22-18 and
22-19, which provide the risk coefficients CRS and CR1; and
Figs. 22-14 through 22-17, which provide the long-period tran-
sition periods TL for use in applying the seismic provisions of
this standard. SS is the mapped MCER, 5% damped, spectral
response acceleration parameter at short periods as defined in
Section 11.4.2. S1 is the mapped MCER, 5% damped, spectral
response acceleration parameter at a period of 1 s as defined in
Section 11.4.2. CRS is the mapped risk coefficient at short periods
used in Section 21.2.1.1. CR1 is the mapped risk coefficient at a
period of 1 s used in Section 21.2.1.1. TL is the mapped long-
period transition period used in Section 11.4.6.

These maps were prepared by the United States Geological
Survey (USGS) in collaboration with the Building Seismic
Safety Council (BSSC) Provisions Update Committee and the
American Society of Civil Engineers (ASCE) 7 Seismic Sub-
committee and have been updated for this standard.

Maps of the long-period transition periods, TL, for Guam and
the Northern Mariana Islands and for American Samoa are not
provided because parameters have not yet been developed for
those islands via the same deaggregation computations done for
the other U.S. regions. Therefore, as in previous editions of this
standard, the parameter TL shall be 12 s for those islands.

Also contained in this chapter are Figs. 22-9 through 22-13,
which provide the maximum considered earthquake geometric
mean (MCEG) peak ground accelerations as a percentage of g.

The following is a list of figures contained in this chapter:

Fig. 22-1 SS Risk-Targeted Maximum Considered Earthquake
(MCER) Ground Motion Parameter for the Conterminous United
States for 0.2-s Spectral Response Acceleration (5% of Critical
Damping)

Fig. 22-2 S1 Risk-Targeted Maximum Considered Earthquake
(MCER) Ground Motion Parameter for the Conterminous United
States for 1.0-s Spectral Response Acceleration (5% of Critical
Damping)

Fig. 22-3 SS Risk-Targeted Maximum Considered Earthquake
(MCER) Ground Motion Parameter for Alaska for 0.2-s Spectral
Response Acceleration (5% of Critical Damping)

Fig. 22-4 S1 Risk-Targeted Maximum Considered Earthquake
(MCER) Ground Motion Parameter for Alaska for 1.0-s Spectral
Response Acceleration (5% of Critical Damping)

Fig. 22-5 SS and S1 Risk-Targeted Maximum Considered
Earthquake (MCER) Ground Motion Parameter for Hawaii for
0.2- and 1.0-s Spectral Response Acceleration (5% of Critical
Damping)

Fig. 22-6 SS and S1 Risk-Targeted Maximum Considered
Earthquake (MCER) Ground Motion Parameter for Puerto Rico

and the United States Virgin Islands for 0.2- and 1.0-s Spectral
Response Acceleration (5% of Critical Damping)

Fig. 22-7 SS and S1 Risk-Targeted Maximum Considered
Earthquake (MCER) Ground Motion Parameter for Guam and
the Northern Mariana Islands for 0.2- and 1.0-s Spectral Re-
sponse Acceleration (5% of Critical Damping)

Fig. 22-8 SS and S1 Risk-Targeted Maximum Considered
Earthquake (MCER) Ground Motion Parameter for American
Samoa for 0.2- and 1.0-s Spectral Response Acceleration (5% of
Critical Damping)

Fig. 22-9 Maximum Considered Earthquake Geometric Mean
(MCEG) PGA, %g, for the Conterminous United States

Fig. 22-10 Maximum Considered Earthquake Geometric
Mean (MCEG) PGA, %g, for Alaska

Fig. 22-11 Maximum Considered Earthquake Geometric
Mean (MCEG) PGA, %g, for Hawaii

Fig. 22-12 Maximum Considered Earthquake Geometric
Mean (MCEG) PGA, %g, for Puerto Rico and the United States
Virgin Islands

Fig. 22-13 Maximum Considered Earthquake Geometric
Mean (MCEG) PGA, %g, for Guam and the Northern Mariana
Islands and for American Samoa

Fig. 22-14 Mapped Long-Period Transition Period, TL (s), for
the Conterminous United States

Fig. 22-15 Mapped Long-Period Transition Period, TL (s), for
Alaska

Fig. 22-16 Mapped Long-Period Transition Period, TL (s), for
Hawaii

Fig. 22-17 Mapped Long-Period Transition Period, TL (s), for
Puerto Rico and the United States Virgin Islands

Fig. 22-18 Mapped Risk Coefficient at 0.2-s Spectral Re-
sponse Period, CRS

Fig. 22-19 Mapped Risk Coefficient at 1.0-s Spectral Re-
sponse Period, CR1
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Notes:
    Maps prepared by United States Geological Survey (USGS) in collaboration with the Federal Emergency Management Agency (FEMA)-funded Building Seismic Safety 
Council (BSSC) and the American Society of Civil Engineers (ASCE). The basis is explained in commentaries prepared by BSSC and ASCE and in the references.
      Ground motion values contoured on these maps incorporate: 
      • a target risk of structural collapse equal to 1% in 50 years based upon a generic structural fragility 
      • a factor of 1.1 to adjust from a geometric mean to the maximum response regardless of direction
      • deterministic upper limits imposed near large, active faults, which are taken as 1.8 times the estimated median response to the characteristic earthquake for the governing 
         fault (1.8 is used to represent  the 84th percentile response), but not less than 150% g.
    As such, the values are different from those on the uniform-hazard 2014 USGS National Seismic Hazard Maps posted at: https://doi.org/10.5066/F7HT2MHG. 
        Larger, more detailed versions of these maps are not provided because it is recommended that the corresponding USGS web tool (https://doi.org/10.5066/F7NK3C76) be used 
to determine the mapped value for a specified location.

FIGURE 22-1 SS Risk-Targeted Maximum Considered Earthquake (MCER) Ground Motion Parameter for the Conterminous United States
for 0.2-s Spectral Response Acceleration (5% of Critical Damping)

Sources: ASCE (2010); Building Seismic Safety Council (2009); Huang, Whittaker, and Luco (2008); Luco and colleagues (2007); Peterson and colleagues (2014).

continues
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FIGURE 22-1 (Continued ). SS Risk-Targeted Maximum Considered Earthquake (MCER) Ground Motion Parameter for the Conterminous
United States for 0.2-s Spectral Response Acceleration (5% of Critical Damping)
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Notes:
   Maps prepared by United States Geological Survey (USGS) in collaboration with the Federal Emergency Management Agency (FEMA)-funded Building Seismic Safety 
Council (BSSC) and the American Society of Civil Engineers (ASCE). The basis is explained in commentaries prepared by BSSC and ASCE and in the references.
     Ground motion values contoured on these maps incorporate: 
      • a target risk of structural collapse equal to 1% in 50 years based upon a generic structural fragility
      • a factor of 1.3 to adjust from a geometric mean to the maximum response regardless of direction
      • deterministic upper limits imposed near large, active faults, which are taken as 1.8 times the estimated median response to the characteristic earthquake for the governing 
        fault (1.8 is used to represent  the 84th percentile response), but not less than 60% g.
     As such, the values are different from those on the uniform-hazard 2014 USGS National Seismic Hazard Maps posted at: https://doi.org/10.5066/F7HT2MHG.
      Larger, more detailed versions of these maps are not provided because it is recommended that the corresponding USGS web tool (https://doi.org/10.5066/F7NK3C76) be used 
to determine the mapped value for a specified location.

FIGURE 22-2 S1 Risk-Targeted Maximum Considered Earthquake (MCER) Ground Motion Parameter for the Conterminous United States
for 1.0-s Spectral Response Acceleration (5% of Critical Damping)

Sources: ASCE (2010); Building Seismic Safety Council (2009); Huang, Whittaker, and Luco (2008); Luco and colleagues (2007); Peterson and colleagues (2014).

continues
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FIGURE 22-2 (Continued ). S1 Risk-Targeted Maximum Considered Earthquake (MCER) Ground Motion Parameter for the Conterminous
United States for 1.0-s Spectral Response Acceleration (5% of Critical Damping)
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Notes:
   Maps prepared by United States Geological Survey (USGS) in collaboration with the Federal Emergency Management Agency (FEMA)-funded Building Seismic Safety 
Council (BSSC) and the American Society of Civil Engineers (ASCE). The basis is explained in commentaries prepared by BSSC and ASCE and in the references.
     Ground motion values contoured on these maps incorporate: 
      • a target risk of structural collapse equal to 1% in 50 years based upon a generic structural fragility 
      • a factor of 1.1 to adjust from a geometric mean to the maximum response regardless of direction
      • deterministic upper limits imposed near large, active faults, which are taken as 1.8 times the estimated median response to the characteristic earthquake for the fault (1.8 is 
used to represent  the 84th percentile response), but not less than 150% g.
     As such, the values are different from those on the uniform-hazard 2007 USGS National Seismic Hazard Maps for Alaska posted at https://doi.org/10.5066/F7HT2MHG.
      Larger, more detailed versions of these maps are not provided because it is recommended that the corresponding USGS web tool (https://doi.org/10.5066/F7NK3C76) be used 
to determine the mapped value for a specified location.

FIGURE 22-3 SS Risk-Targeted Maximum Considered Earthquake (MCER) Ground Motion Parameter for Alaska for 0.2-s Spectral
Response Acceleration (5% of Critical Damping)

Sources: Building Seismic Safety Council (2009); Huang, Whittaker, and Luco (2008); Luco and colleagues (2007); Wesson and colleagues (2007).
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Notes:
   Maps prepared by United States Geological Survey (USGS) in collaboration with the Federal Emergency Management Agency (FEMA)-funded Building Seismic Safety 
Council (BSSC) and the American Society of Civil Engineers (ASCE).  The basis is explained in commentaries prepared by BSSC and ASCE and in the references.
     Ground motion values contoured on these maps incorporate: 
      • a target risk of structural collapse equal to 1% in 50 years based upon a generic structural fragility
      • a factor of 1.3 to adjust from a geometric mean to the maximum response regardless of direction
      • deterministic upper limits imposed near large, active faults, which are taken as 1.8 times the estimated median response to the characteristic earthquake for the fault (1.8 is 
used to represent  the 84th percentile response), but not less than 60% g.
     As such, the values are different from those on the uniform-hazard 2007 USGS National Seismic Hazard Maps for Alaska posted at https://doi.org/10.5066/F7HT2MHG.
     Larger, more detailed versions of these maps are not provided because it is recommended that the corresponding USGS web tool (https://doi.org/10.5066/F7NK3C76) be used 
to determine the mapped value for a specified location.

FIGURE 22-4S1 Risk-TargetedMaximumConsidered Earthquake (MCER) GroundMotion Parameter for Alaska for 1.0-s Spectral Response
Acceleration (5% of Critical Damping)

Sources: Building Seismic Safety Council (2009); Huang, Whittaker, and Luco (2008); Luco and colleagues (2007); Wesson and colleagues (2007).
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Notes:
   Maps prepared by United States Geological Survey (USGS) in collaboration with the Federal Emergency Management Agency (FEMA)-funded Building Seismic Safety 
Council (BSSC) and the American Society of Civil Engineers (ASCE).  The basis is explained in commentaries prepared by BSSC and ASCE and in the references.
     Ground motion values contoured on these maps incorporate: 
      • a target risk of structural collapse equal to 1% in 50 years based upon a generic structural fragility 
      • deterministic upper limits imposed near large, active faults, which are taken as 1.8 times the estimated median response to the characteristic earthquake for the fault (1.8 is 
used to represent  the 84th percentile response), but not less than 150% and 60% g for 0.2 and 1.0 sec, respectively.
     As such, the values are different from those on the uniform-hazard 1998 USGS National Seismic Hazard Maps for Hawaii posted at https://doi.org/10.5066/F7HT2MHG.
      Larger, more detailed versions of these maps are not provided because it is recommended that the corresponding USGS web tool (https://doi.org/10.5066/F7NK3C76) be used 
to determine the mapped value for a specified location.

0.2-s Spectral Response Acceleration

1.0-s Spectral Response Acceleration

FIGURE 22-5 SS and S1 Risk-Targeted Maximum Considered Earthquake (MCER) Ground Motion Parameter for Hawaii for 0.2-s (top) and
1.0-s (bottom) Spectral Response Acceleration (5% of Critical Damping)

Sources: Building Seismic Safety Council (2009); Huang, Whittaker, and Luco (2008); Klein and colleagues (2007); Luco and colleagues (2007).
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Notes:
   Maps prepared by United States Geological Survey (USGS) in collaboration with the Federal Emergency Management Agency (FEMA)-funded Building Seismic Safety 
Council (BSSC) and the American Society of Civil Engineers (ASCE).  The basis is explained in commentaries prepared by BSSC and ASCE and in the references.
     Ground motion values contoured on these maps incorporate: 
      • a target risk of structural collapse equal to 1% in 50 years based upon a generic structural fragility 
      • a factor of 1.1 and 1.3 for 0.2 and 1.0 sec, respectively, to adjust from a geometric mean to the maximum response regardless of direction
      • deterministic upper limits imposed near large, active faults, which are taken as 1.8 times the estimated median response to the characteristic earthquake for the fault (1.8 is 
used to represent  the 84th percentile response), but not less than 150% and 60% g for 0.2 and 1.0 sec, respectively.
     As such, the values are different from those on the uniform-hazard 2003 USGS National Seismic Hazard Maps for Puerto Rico and the U.S. Virgin Islands posted at 
https://doi.org/10.5066/F7HT2MHG.
      Larger, more detailed versions of these maps are not provided because it is recommended that the corresponding USGS web tool (https://doi.org/10.5066/F7NK3C76) be used 
to determine the mapped value for a specified location.

0.2-s Spectral Response Acceleration

1.0-s Spectral Response Acceleration

FIGURE 22-6 SS and S1 Risk-Targeted Maximum Considered Earthquake (MCER) Ground Motion Parameter for Puerto Rico and the U. S.
Virgin Islands for 0.2-s (top) and 1.0-s (bottom) Spectral Response Acceleration (5% of Critical Damping)

Sources: Building Seismic Safety Council (2009); Huang, Whittaker, and Luco (2008); Luco and colleagues (2007); Mueller and colleagues (2003).
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Notes:
   Maps prepared by United States Geological Survey (USGS) in collaboration with the Federal Emergency Management Agency (FEMA)-funded Building Seismic Safety 
Council (BSSC).  The basis is explained in commentary prepared by BSSC and in the references.
     Ground motion values contoured on these maps incorporate: 
      • a target risk of structural collapse equal to 1% in 50 years based upon a generic structural fragility 
      • a factor of 1.1 and 1.3 for 0.2 and 1.0 sec, respectively, to adjust from a geometric mean to the maximum response regardless of direction
      • deterministic upper limits imposed near large, active faults, which are taken as 1.8 times the estimated median response to the characteristic earthquake for the governing 
fault (1.8 is used to represent  the 84th percentile response), but not less than 150% and 60% g for 0.2 and 1.0 sec, respectively.
   As such, the values are different from those on the uniform-hazard 2012 USGS National Seismic Hazard Maps for Guam and the Northern Mariana Islands posted at 
https://doi.org/10.5066/F7HT2MHG.
      Larger, more detailed versions of these maps are not provided because it is recommended that the corresponding USGS web tool (https://doi.org/10.5066/F7NK3C76) be used 
to determine the mapped value for a specified location.

0.2-s Spectral Response Acceleration 1.0-s Spectral Response Acceleration

FIGURE 22-7 SS and S1 Risk-Targeted Maximum Considered Earthquake (MCER) Ground Motion Parameter for Guam and the Northern
Mariana Islands for 0.2-s (left) and 1.0-s (right) Spectral Response Acceleration (5% of Critical Damping)

Sources: Building Seismic Safety Council (2009); Huang, Whittaker, and Luco (2008); Luco and colleagues (2007); Mueller and colleagues (2012).
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Notes:
   Maps prepared by United States Geological Survey (USGS) in collaboration with the Federal Emergency Management Agency (FEMA)-funded Building Seismic Safety 
Council (BSSC).  The basis is explained in commentary prepared by BSSC and in the references.
     Ground motion values contoured on these maps incorporate: 
      • a target risk of structural collapse equal to 1% in 50 years based upon a generic structural fragility 
      • a factor of 1.1 and 1.3 for 0.2 and 1.0 sec, respectively, to adjust from a geometric mean to the maximum response regardless of direction
      • deterministic upper limits imposed near large, active faults, which are taken as 1.8 times the estimated median response to the characteristic earthquake for the fault (1.8 is 
used to represent  the 84th percentile response), but not less than 150% and 60% g for 0.2 and 1.0 sec, respectively.
    As such, the values are different from those on the uniform-hazard 2012 USGS National Seismic Hazard Maps for American Samoa posted at https://doi.org/10.5066/ 
F7HT2MHG.
      Larger, more detailed versions of these maps are not provided because it is recommended that the corresponding USGS web tool (https://doi.org/10.5066/F7NK3C76) be used 
to determine the mapped value for a specified location.

0.2-s Spectral Response Acceleration

1.0-s Spectral Response Acceleration

FIGURE 22-8 SS and S1 Risk-Targeted Maximum Considered Earthquake (MCER) Ground Motion Parameter for American Samoa for
0.2-s (left) and 1.0-s (right) Spectral Response Acceleration (5% of Critical Damping)

Sources: Building Seismic Safety Council (2009); Huang, Whittaker, and Luco (2008); Luco and colleagues (2007); Peterson and colleagues (2012).
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Notes:
   Maps prepared by United States Geological Survey (USGS) in collaboration with the Federal Emergency Management Agency (FEMA)-funded Building Seismic Safety 
Council (BSSC) and the American Society of Civil Engineers (ASCE).  The basis is explained in commentaries prepared by BSSC and ASCE and in the references.
     Ground motion values contoured on these maps incorporate: 
       • a probability of ground motion exceedance equal to 2% in 50 years 
      • deterministic upper limits imposed near large, active faults, which are taken as 1.8 times the estimated median response to the characteristic earthquake for the governing 
fault (1.8 is used to represent  the 84th percentile response), but not less than 50% g.
     As such, the values are different from those on the uniform-hazard 2014 USGS National Seismic Hazard Maps posted at:https://doi.org/10.5066/F7HT2MHG.
      Larger, more detailed versions of these maps are not provided because it is recommended that the corresponding USGS web tool (https://doi.org/10.5066/F7NK3C76) be used 
to determine the mapped value for a specified location.

FIGURE 22-9 Maximum Considered Earthquake Geometric Mean (MCEG) PGA for the Conterminous United States

Sources: ASCE (2010); Building Seismic Safety Council (2009); Peterson and colleagues (2014).

continues
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FIGURE 22-9 (Continued ). Maximum Considered Earthquake Geometric Mean (MCEG) PGA, %g, for the Conterminous United States
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FIGURE 22-10 Maximum Considered Earthquake Geometric Mean (MCEG) PGA for Alaska

FIGURE 22-11 Maximum Considered Earthquake Geometric Mean (MCEG) PGA for Hawaii
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FIGURE 22-12 Maximum Considered Earthquake Geometric Mean (MCEG) PGA for Puerto Rico and the U. S. Virgin Islands
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FIGURE 22-13 Maximum Considered Earthquake Geometric Mean (MCEG) PGA for Guam and the Northern Mariana Islands (top)
and for American Samoa (bottom)
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FIGURE 22-14 Mapped Long-Period Transition Period, T L (s), for the Conterminous United States
continues
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FIGURE 22-14 (Continued ). Mapped Long-Period Transition Period, T L (s), for the Conterminous United States
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FIGURE 22-15 Mapped Long-Period Transition Period, T L (s), for Alaska
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FIGURE 22-16 Mapped Long-Period Transition Period, T L (s), for Hawaii
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FIGURE 22-17 Mapped Long-Period Transition Period, T L (s), for Puerto Rico and the U.S. Virgin Islands
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Note:
   Maps prepared by United States Geological Survey (USGS) in collaboration with the Federal Emergency Management Agency (FEMA)–funded Building Seismic Safety Council 
    (BSSC) and the American Society of Civil Engineers (ASCE).

FIGURE 22-18B (Continued ) Mapped Risk Coefficient at 0.2-s Spectral Response Period, CRS : Guam and Northern Mariana Islands (left)
and American Samoa (right)

continues
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Note:
   Maps prepared by United States Geological Survey (USGS) in collaboration with the Federal Emergency Management Agency (FEMA)–funded Building Seismic Safety Council 
    (BSSC) and the American Society of Civil Engineers (ASCE).    

FIGURE 22-18C (Continued ) Mapped Risk Coefficient at 0.2-s Spectral Response Period, CRS : Alaska (top), Hawaii (left), Puerto Rico, and
U.S. Virgin Islands (right)

232 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



N
ot

es
:

   
• 

M
ap

s 
pr

ep
ar

ed
 b

y 
U

ni
te

d 
St

at
es

 G
eo

lo
gi

ca
l S

ur
ve

y 
(U

SG
S)

 in
 c

ol
la

bo
ra

tio
n 

w
ith

 th
e 

Fe
de

ra
l E

m
er

ge
nc

y 
M

an
ag

em
en

t A
ge

nc
y 

(F
E

M
A

)–
fu

nd
ed

 B
ui

ld
in

g 
Se

is
m

ic
 S

af
et

y 
C

ou
nc

il 
(B

SS
C

) 
an

d 
th

e 
A

m
er

ic
an

 S
oc

ie
ty

 o
f 

C
iv

il 
E

ng
in

ee
rs

  
   

   
(A

SC
E

).
   

 • 
L

ar
ge

r,
 m

or
e 

de
ta

ile
d 

ve
rs

io
ns

 o
f 

th
es

e 
m

ap
s 

ar
e 

no
t i

nc
lu

de
d 

be
ca

us
e 

it 
is

 r
ec

om
m

en
de

d 
th

at
 th

e 
co

rr
es

po
nd

in
g 

U
SG

S 
w

eb
 to

ol
 (

ht
tp

s:
//d

oi
.o

rg
/1

0.
50

66
/F

7N
K

3C
76

) 
be

 u
se

d 
to

 d
et

er
m

in
e 

th
e 

m
ap

pe
d 

va
lu

e 
fo

r 
a 

sp
ec

if
ie

d 
lo

ca
tio

n.

F
IG

U
R
E

22
-1
9A

M
ap

p
ed

R
is
k
C
o
ef
fi
ci
en

t
at

1.
0-
s
S
p
ec

tr
al

R
es

p
o
n
se

P
er
io
d
,
C

R
1
:
C
o
n
te
rm

in
o
u
s
U
n
it
ed

S
ta
te
s

c
o
n
tin

u
e
s

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 233

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



Note:
  Maps prepared by United States Geological Survey (USGS) in collaboration with the Federal Emergency Management Agency (FEMA)–funded Building Seismic Safety Council 
  (BSSC) and the American Society of Civil Engineers (ASCE).

FIGURE 22-19B (Continued ) Mapped Risk Coefficient at 1.0-s Spectral Response Period, CR1: Guam and Northern Mariana Islands (left)
and American Samoa (right)

continues
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Note:
   Maps prepared by United States Geological Survey (USGS) in collaboration with the Federal Emergency Management Agency (FEMA)–funded Building Seismic Safety Council 
    (BSSC) and the American Society of Civil Engineers (ASCE).

FIGURE 22-19C (Continued ) Mapped Risk Coefficient at 1.0-s Spectral Response Period, CR1: Alaska (top), Hawaii (left), Puerto Rico, and
U.S. Virgin Islands (right)
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22.1 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

See Chapter 23 for the list of consensus standards and other
documents that shall be considered part of this standard to the
extent referenced in this chapter.
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CHAPTER 23

SEISMIC DESIGN REFERENCE DOCUMENTS

23.1 CONSENSUS STANDARDS AND OTHER
REFERENCE DOCUMENTS

This section lists the consensus standards and other documents
that shall be considered part of this standard to the extent
referenced in Chapters 11 to 22. Those referenced documents
identified by an asterisk (*) are not consensus standards; rather,
they are documents developed within the industry and represent
acceptable procedures for design and construction to the extent
referred to in the specified section.
*AAMA 501.6, Recommended Dynamic Test Method for Deter-
mining the Seismic Drift Causing Glass Fallout from a Wall
System, American Architectural Manufacturers Association,
2001.

Cited in: Section 13.5.9.2
ACI 307, Code Requirements for Reinforced Concrete
Chimneys and Commentary, American Concrete Institute,
2008.

Cited in: Sections 15.4.1, 15.6.2.2, Table 15.4-2
ACI 313, Standard Practice for Design and Construction of
Concrete Silos and Stacking Tubes for Storing Granular Mate-
rials, American Concrete Institute, 1997.

Cited in: Sections 15.7.9.3.3, 15.7.9.6, 15.7.9.7
ACI 318, Building Code Requirements for Structural
Concrete and Commentary, American Concrete Institute, 2014.

Cited in: Sections 11.2, 12.12.5, 12.13.8, 12.13.9.2.1.1,
12.13.9.2.1.2, 12.13.9.3.3, 12.13.9.3.4, 13.4.2.1, 13.4.4,
13.5.7.2, 14.2.1, 14.2.2, 14.2.2.1, 14.2.2.2, 14.2.2.3, 14.2.2.4,
14.2.2.5, 14.2.2.6, 14.2.2.7, 14.2.3, 14.2.3.1.1, 14.2.3.2.1,
14.2.3.2.2, 14.2.3.2.3, 14.2.3.2.5, 14.2.3.2.6, 14.2.4, 14.2.4.5.5,
14.3.1, 14.3.2, 14.4.4.1.2, 14.4.5.2, 15.4.9.1, 15.4.9.4, 15.6.2.2,
15.7.5, 15.7.11.7. Table 12.2-1, Table 12.10-1, Table 15.4-1,
Table 15.4-2
ACI 350.3, Seismic Design of Liquid-Containing Concrete
Structures and Commentary, American Concrete Institute,
2006.

Cited in: Sections 15.7.6.1.1, 15.7.7.3
ACI 355.2, Qualification of Post-Installed Mechanical Anchors
in Concrete and Commentary, American Concrete Institute,
2007.

Cited in: Sections 13.4.2.3, 15.4.9.3
ANSI/AHRI Standards 1270 (I-P) and 1271 (SI) Sections 1
through 10, excluding Appendices, Requirements for Seismic
Qualification of HVACR Equipment, Air-Conditioning, Heating,
and Refrigeration Institute, 2015.

Cited in: Section 13.6.2.1
ANSI/AISC 341, Seismic Provisions for Structural Steel Build-
ings, American Institute of Steel Construction, 2016.

Cited in: Sections 12.13.9.3.4, 14.1.1, 14.1.2.2.1, 14.1.2.2.2,
14.1.8, 14.3.1, 14.3.3, 17.2.5.5, Table 15.4-1

ANSI/AISC 360, Specification for Structural Steel Buildings,
American Institute of Steel Construction, 2016.

Cited in: Sections 14.1.1, 14.1.2.1, 14.1.2.2.1, 14.3.1, 14.3.2,
Table 15.4-1
ANSI/AISI S100, North American Specification for the Design
of Cold-Formed Steel Structural Members, American Iron and
Steel Institute, 2016.

Cited in: Sections 14.1.1, 14.1.3.1, 14.1.3.2, 14.1.4.1,
14.1.4.2.1, 14.1.5, Table 15.4-1
ANSI/AISI S230, Standard for Cold-Formed Steel Framing—
Prescriptive Method for One- and Two-Family Dwellings,
American Iron and Steel Institute, 2015.

Cited in: Sections 14.1.1, 14.1.4.3
ANSI/AISI S310, North American Standard for the Design of
Profiled Steel Diaphragm Panels, American Iron and Steel
Institute, 2016.

Cited in: Sections 14.1.1, 14.1.5
ANSI/AISI S400, North American Standard for Seismic Design
of Cold-Formed Steel Structural Systems, American Iron and
Steel Institute, 2015.

Cited in: Sections 12.14.7.2, Table 12.2-1, 14.1.1, 14.1.3.2,
14.1.4.2.1, 14.1.4.2.2
ANSI/RMI MH 16.1, Specification for the Design, Testing, and
Utilization of Industrial Steel Storage Racks, Rack Manufac-
turers Institute, 2012.

Cited in: Sections 15.5.3.1, 15.5.3.1.1, 15.5.3.1.2, 15.5.3.3
ANSI/RMI MH 16.3 Specification for the Design, Testing, and
Utilization of Industrial Steel Cantilevered Storage Racks, Rack
Manufacturers Institute, 2016.

Cited in: Section 15.5.3.2, 15.5.3.2.1, 15.5.3.3
ANSI/SDI-C, Standard for Composite Steel Floor Deck-Slabs,
Steel Deck Institute, 2011.

Cited in: Sections 14.1.1, 14.1.5
ANSI/SDI-NC, Standard for Non-Composite Steel Floor Deck,
Steel Deck Institute, 2010.

Cited in: Sections 14.1.1, 14.1.5
ANSI/SDI-QA/QC, Standard for Quality Control and Quality
Assurance for Installation of Steel Deck, Steel Deck Institute, 2011.

Cited in: Sections 14.1.1, 14.1.5
ANSI/SDI-RD, Standard for Steel Roof Deck, Steel Deck Insti-
tute, 2010.

Cited in: Sections 14.1.1, 14.1.5
ANSI/SJI-CJ, Standard Specification for Composite Steel
Joists, CJ-series, Steel Joist Institute, 2010.

Cited in: Section 14.1.1, 14.1.6
ANSI/SJI-100, Standard Specification for K-Series, LH-
Series and DLH-Series Open Web Steel Joists and for Joist
Girders, Steel Joist Institute, 2015.

Cited in: Sections 14.1.1, 14.1.6
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API 12B, Specification for Bolted Tanks for Storage of Produc-
tion Liquids, 12B, 16th Ed., American Petroleum Institute,
2014.
Cited in: Section 15.7.8.2

API 620, Design and Construction of Large, Welded, Low-
Pressure Storage Tanks, 12th Ed., Addendum 1, American
Petroleum Institute, 2014.
Cited in: Sections 15.4.1, 15.7.8.1, 15.7.13.1

API 650, Welded Tanks for Oil Storage, 12th Ed., Addendum 1,
American Petroleum Institute, 2014.
Cited in: Sections 15.4.1, 15.7.8.1, 15.7.9.4

API 653, Tank Inspection, Repair, Alteration, and Reconstruc-
tion, 5th Ed., American Petroleum Institute, 2014.
Cited in: Section 15.7.6.1.9, Table 15.4-1

ASCE 4, Seismic Analysis of Safety-Related Nuclear Structures
and Commentary, American Society of Civil Engineers, 1998.
Cited in: Section 12.9.1.3

ASCE 8, Specification for the Design of Cold-Formed
Stainless Steel Structural Members, American Society of Civil
Engineers, 2002.
Cited in: Sections 14.1.1, 14.1.3.1, 14.1.3.2, 14.1.5

ASCE 19, Structural Applications of Steel Cables for
Buildings, American Society of Civil Engineers, 2010.
Cited in: Sections 14.1.1, 14.1.7

ASCE 41, Seismic Evaluation and Retrofit of Existing
Buildings, American Society of Civil Engineers, 2013.
Cited in: Chapter 16

ASME A17.1, Safety Code for Elevators and Escalators, Amer-
ican Society of Mechanical Engineers, 2007.
Cited in: Sections 13.6.11, 13.6.11.3

ASME B31, Standards of Pressure Piping, ASME–American
Society of Mechanical Engineers (consists of the following
standards):
ASME B31.1, Power Piping, 2014.
ASME B31.3, Process Piping, 2014.
ASME B31.4, Pipeline Transportation Systems for Liquids and
Slurries, 2012
ASME B31.5, Refrigeration Piping and Heat Transfer Compo-
nents, 2013.
ASME B31.8, Gas Transmission and Distribution Piping Sys-
tems, 2014.
ASME B31.9, Building Services Piping, 2014.
ASME B31.11, Slurry Transportation Piping Systems, 2002.
ASME B31.12, Hydrogen Piping and Pipelines, 2014.
ASME B31EA-2010, Standard for the Seismic Design and
Retrofit of Above-Ground Piping Systems, Addendum A,
2010.
Cited in: Sections 13.6.4.1, 13.6.7.1, Table 13.6-1

ASME BPVC, Boiler and Pressure Vessel Code, American
Society of Mechanical Engineers (consists of the following
codes):
BPVC-I, Rules for Construction of Power Boilers, 2015.
BPVC-IV, Rules for Construction of Heating Boilers, 2015.
BPVC-VIII Division 1, Rules for Construction of Pressure
Vessels, 2015.
BPVC-VIII Division 2, Rules for Construction of Pressure
Vessels, Alternative Rules, 2015.
BPVC-VIII Division 3, Rules for Construction of Pressure
Vessels, Alternative Rules for Construction of High Pressure
Vessels, 2015.
Cited in: Sections 13.6.10, 13.6.13, 15.7.11.2, 15.7.11.6,

15.7.12.2
ASME STS-1, Steel Stacks, American Society of Mechanical
Engineers, 2011
Cited in: Section 15.6.2.3, Table 15.4-2

ASTM A108, Standard Specification for Steel Bar, Carbon and
Alloy, Cold-Finished, ASTM International, 2007.
Cited in: Section 11.3

ASTM A307, Standard Specification for Carbon Steel Bolts
and Studs, 60 000 PSI Tensile Strength, ASTM International, 2007.
Cited in: Section 11.3

ASTM A500, Standard Specification for Cold-Formed Welded
and Seamless Carbon Steel Structural Tubing in Rounds and
Shapes, ASTM International, 2009.
Cited in: Section 14.1.3.3.4

ASTM A615, Standard Specification for Deformed and Plain
Carbon-Steel Bars for Concrete Reinforcement, 2016.
Cited in: Section 14.2.4.5.5

ASTM A653, Standard Specification for Steel Sheet, Zinc-
Coated (Galvanized) or Zinc-Iron Alloy-Coated (Galvannealed)
by the Hot-Dip Process, ASTM International, 2009.
Cited in: Section 14.1.3.3.3

ASTM A706/A706M, Standard Specification for Low-Alloy
Steel Deformed and Plain Bars for Concrete Reinforcement,
ASTM International, 2004.
Cited in: Section 14.2.4.5.5

ASTMC635/C635M, Standard Specification for the Manufacture,
Performance, and Testing of Metal Suspension Systems for Acous-
tical Tile and Lay-in Panel Ceilings, ASTM International, 2013.
Cited in: Sections 13.5.6.2.1, 13.5.6.2.2

ASTM C636/C636M, Standard Practice for Installation of
Metal Ceiling Suspension Systems for Acoustical Tile and
Lay-in Panels, ASTM International, 2013.
Cited in: Sections 13.5.6.2.1, 13.5.6.2.2

ASTM C39, Standard Test Method for Comprehensive Strength
of Cylindrical Concrete Specimens
Cited in: Section 14.2.4.6.8

ASTM C1087, Standard Test Method for Determining Compat-
ibility of Liquid-Applied Sealants with Accessories Used in
Structural Glazing Systems, ASTM International, 2011.
Cited in: Table 13.5-2

ASTM C1135, Standard Test Method for Determining Tensile
Adhesion Properties of Structural Sealants, ASTM International,
2011.
Cited in: Table 13.5-2

ASTM C1184, Standard Specification for Structural Silicone
Sealants, ASTM International, 2014.
Cited in: Table 13.5-2

ASTM C1265, Standard Test Method for Determining the
Tensile Properties of an Insulating Glass Edge Seal for Struc-
tural Glazing Applications, ASTM International, 2011.
Cited in: Table 13.5-2

ASTM C1294, Standard Test Method for Compatibility of
Insulating Glass Edge Sealants with Liquid-Applied Glazing
Materials, ASTM International, 2011.
Cited in: Table 13.5-2

ASTM C1369, Standard Specification for Secondary Edge
Sealants for Structurally Glazed Insulating Glass Units, ASTM
International, 2014.
Cited in: Table 13.5-2

ASTM D1586, Standard Test Method for Penetration Test and
Split-Barrel Sampling of Soils, ASTM International, 2004.
Cited in: Sections 11.3, 20.4.2

ASTM D2166, Standard Test Method for Unconfined
Compressive Strength of Cohesive Soil, ASTM International, 2000.
Cited in: Section 20.4.3

ASTM D2216, Standard Test Method for Laboratory Determi-
nation of Water (Moisture) Content of Soil and Rock by Mass,
ASTM International, 1998.
Cited in: Section 20.4.3
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ASTM D2850, Standard Test Method for Unconsolidated-Un-
drained Triaxial Compression Test on Cohesive Soils, ASTM
International, 2003.

Cited in: Sections 11.3, 20.4.3
ASTM D4318, Standard Test Methods for Liquid Limit, Plastic
Limit, and Plasticity Index of Soils, ASTM International, 2000.

Cited in: Sections 11.3, 20.4.3
ASTM E580/E580M-14, Standard Practice for Installation of
Ceiling Suspension Systems for Acoustical Tile and Lay-In
Panels in Areas Subject to Earthquake Ground Motions, ASTM
International, 2014.

Cited in: Sections 13.5.6.2.1, 13.5.6.2.2
ASTM F1554, Standard Specification for Anchor Bolts, Steel,
36, 55, and 105-ksi Yield Strength, ASTM International, 2015.

Cited in: Sections 13.5.3, 15.4.9.4
AWC NDS-15, National Design Specification for Wood
Construction, Including Supplements, American Wood Council,
2014.

Cited in: Section 14.5.1
AWC SDPWS-15, Special Design Provisions for Wind and
Seismic, American Wood Council, 2015.

Cited in: Sections 12.11.2.2.3, 12.14.7.2, 12.14.7.5.2, 14.5.1,
Table 12.10-1
AWWA D100-11, Welded Carbon Steel Tanks for Water Stor-
age, American Water Works Association, 2011.

Cited in: Sections 15.4.1, 15.7.7.1, 15.7.9.4, 15.7.10.6
AWWA D103, Factory-Coated Bolted Carbon Steel Tanks for
Water Storage, American Water Works Association, 2009.

Cited in: Sections 15.4.1, 15.7.7.2, 15.7.9.5
AWWA D107, Composite Elevated Tanks for Water Storage,
American Water Works Association, 2010.

Cited in: Section 15.7.10.7
AWWA D110, Wire- and Strand-Wound, Circular, Prestressed
Concrete Water Tanks, American Water Works Association, 2013.

Cited in: Section 15.7.7.3
AWWA D115, Tendon-Prestressed Concrete Water Tanks,
2006.

Cited in: Section 15.7.7.3
DOC PS 1-09, Structural Plywood, U.S. Department of
Commerce, National Institute of Standards and Technology,
Gaithersburg, MD, 2009.

Cited in: Section 11.2
DOC PS 2-10, Performance Standard for Wood-Based Struc-
tural-Use Panels, U.S. Department of Commerce, National
Institute of Standards and Technology, Gaithersburg, MD, 2011.

Cited in: Section 11.2

*FEMA P-795, Quantification of Building Seismic Performance
Factors: Component Equivalency Methodology. Applied Tech-
nology Council. Redwood City, CA, 2011.
*ICC-ES AC 156-04, effective January 1, 2007, Acceptance
Criteria for Seismic Certification by Shake-Table Testing of
Nonstructural Components and Systems, International Code
Council Evaluation Service, 2007.

Cited in: Section 13.2.5
*IRC, 2015 International Residential Code, International Code
Council, 2012.

Cited in: Section 11.1.2
*MSS SP-58, Pipe Hangers and Supports—Materials, Design,
and Manufacture, Manufacturers Standardization Society of the
Valve and Fittings, Industry, 2002.

Cited in: Section 13.6.4.1
NFPA 13, Standard for the Installation of Sprinkler Systems,
National Fire Protection Association, 2016.

Cited in: Sections 13.4.6, 13.6.4.1, 13.6.7.2
NFPA 59A, Standard for the Production, Storage, and Handling
of Liquefied Natural Gas (LNG), National Fire Protection Asso-
ciation, 2013.

Cited in: Section 15.4.8
*NIST GCR 10-917-8, Evaluation of the FEMA P-695 Meth-
odology for Quantification of Building Seismic Performance
Factors, NEHRP Consultants Joint Venture, a Partnership of
the Applied Technology Council and the Consortium of Univer-
sities for Research in Earthquake Engineering. U.S. Department
of Commerce, Washington, DC, 2010.
*NIST GCR 12-917-20, Tentative Framework for Development
of Advanced Seismic Design Criteria for New Buildings.NEHRP
Consultants Joint Venture, a Partnership of the Applied Tech-
nology Council and the Consortium of Universities for Research
in Earthquake Engineering. U.S. Department of Commerce,
Washington, DC, 2012.
PTI DC10.5, Standard Requirements for Design and Analysis of
Post-Tensioned Concrete Foundations on Expansive Soils, Post-
Tensioning Institute, 2012.

Cited in: Section 12.13.9.2.1.1
TMS 402, Building Code Requirements for Masonry Structures,
The Masonry Society, 2016.

Cited in: Sections 13.4.2.2, 14.4.1, 14.4.2, 14.4.3, 14.4.3.1,
14.4.4.1.1, 14.4.4.1.2, 14.4.5, 14.4.5.1, 14.4.5.2, 14.4.5.3,
14.4.5.4, 14.4.5.5, 14.4.6, 14.4.6.1, 15.4.9.2
TMS 602, Specification for Masonry Structures, The Masonry
Society, 2016.

Cited in: Sections 14.4.1, 14.4.2, 14.4.7, 14.4.7.1
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CHAPTER 26

WIND LOADS: GENERAL REQUIREMENTS

26.1 PROCEDURES

26.1.1 Scope. Buildings and other structures, including themain
wind force resisting system (MWFRS) and all components
and cladding (C&C) thereof, shall be designed and constructed
to resist the wind loads determined in accordance with
Chapters 26 through 31. The provisions of this chapter define
basic wind parameters for use with other provisions contained in
this standard.

26.1.2 Permitted Procedures. The design wind loads for
buildings and other structures, including the MWFRS and
C&C elements thereof, shall be determined using one of the
procedures as specified in this section. An outline of the overall
process for the determination of the wind loads, including section
references, is provided in Fig. 26.1-1.

26.1.2.1 Main Wind Force Resisting System. Wind loads for
the MWFRS shall be determined using one of the following
procedures:

1. Directional Procedure for buildings of all heights as speci-
fied in Chapter 27 for buildings meeting the requirements
specified therein;

2. Envelope Procedure for low-rise buildings as specified in
Chapter 28 for buildings meeting the requirements speci-
fied therein;

3. Directional Procedure for Building Appurtenances (rooftop
structures and rooftop equipment) and Other Structures
(such as solid freestanding walls and solid freestanding
signs, chimneys, tanks, open signs, single-plane open
frames, and trussed towers) as specified in Chapter 29; or

4. Wind Tunnel Procedure for all buildings and all other
structures as specified in Chapter 31.

26.1.2.2 Components and Cladding. Wind loads on C&C on
all buildings and other structures shall be designed using one of
the following procedures:

1. Analytical Procedures provided in Parts 1 through 6, as
appropriate, of Chapter 30; or

2. Wind Tunnel Procedure as specified in Chapter 31.

26.2 DEFINITIONS

The following definitions apply to the provisions of Chapters 26
through 31:

APPROVED: Acceptable to the Authority Having
Jurisdiction.

ATTACHED CANOPY: A horizontal (maximum slope of
2%) patio cover attached to the building wall at any height; it is
different from an overhang, which is an extension of the roof
surface.

BASIC WIND SPEED, V: Three-second gust speed at 33 ft
(10 m) above the ground in Exposure C (see Section 26.7.3) as
determined in accordance with Section 26.5.1.

BUILDING, ENCLOSED: A building that has the total area
of openings in each wall, that receives positive external pressure,
less than or equal to 4 sq ft (0.37 m2) or 1% of the area of that
wall, whichever is smaller. This condition is expressed for each
wall by the following equation:

Ao < 0.01Ag; or 4 sq ft ð0.37 m2Þ;whichever is smaller;

where Ao and Ag are as defined for Open Buildings.
BUILDING, LOW-RISE: Enclosed or partially enclosed

building that complies with the following conditions:

1. Mean roof height h less than or equal to 60 ft (18 m).
2. Mean roof height h does not exceed least horizontal

dimension.

BUILDING, OPEN: A building that has each wall at least
80% open. This condition is expressed for each wall by the
equation Ao ≥ 0.8Ag, where

Ao = total area of openings in a wall that receives positive
external pressure, in ft2 (m2); and

Ag = the gross area of that wall in which Ao is identified, in ft2

(m2).

BUILDING, PARTIALLY ENCLOSED: A building that
complies with both of the following conditions:

1. The total area of openings in a wall that receives positive
external pressure exceeds the sum of the areas of openings
in the balance of the building envelope (walls and roof) by
more than 10%.

2. The total area of openings in a wall that receives positive
external pressure exceeds 4 ft2 (0.37 m2) or 1% of the area
of that wall, whichever is smaller, and the percentage of
openings in the balance of the building envelope does not
exceed 20%.

These conditions are expressed by the following equations:

Ao > 1.10Aoi

Ao > 4 ft2ð0.37 m2Þ or
> 0.01Ag; whichever is smaller; andAoi∕Agi ≤ 0.20

where Ao and Ag are as defined for Open Building;

Aoi = sum of the areas of openings in the building envelope (walls
and roof) not including Ao, in ft2 (m2); and

Agi = sum of the gross surface areas of the building envelope
(walls and roof) not including Ag, in ft2 (m2).
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BUILDING, PARTIALLY OPEN: A building that does not
comply with the requirements for open, partially enclosed, or
enclosed buildings.
BUILDING, SIMPLE DIAPHRAGM: A building in which

both windward and leeward wind loads are transmitted by roof
and vertically spanning wall assemblies, through continuous
floor and roof diaphragms, to the MWFRS.
BUILDING, TORSIONALLY REGULAR UNDER

WIND LOAD: A building with the MWFRS about each princi-
pal axis proportioned so that the maximum displacement at each
story under Case 2, the torsional wind load case, of Fig. 27.3-8
does not exceed the maximum displacement at the same location
under Case 1 of Fig. 27.3-8, the basic wind load case.
BUILDING ENVELOPE: Cladding, roofing, exterior walls,

glazing, door assemblies, window assemblies, skylight assem-
blies, and other components enclosing the building.
BUILDING OR OTHER STRUCTURE, FLEXIBLE:

Slender buildings and other structures that have a fundamental
natural frequency less than 1 Hz.
BUILDING OR OTHER STRUCTURE, REGULAR-

SHAPED: A building or other structure that has no unusual
geometrical irregularity in spatial form.
BUILDING OR OTHER STRUCTURE, RIGID: A build-

ing or other structure whose fundamental frequency is greater
than or equal to 1 Hz.
COMPONENTS AND CLADDING (C&C): Elements of

the building envelope or elements of building appurtenances and

rooftop structures and equipment that do not qualify as part of the
MWFRS.
DESIGN FORCE, F: Equivalent static force to be used in the

determination of wind loads for other structures.
DESIGN PRESSURE, p: Equivalent static pressure to be

used in the determination of wind loads for buildings.
DIAPHRAGM: Roof, floor, or other membrane or bracing

system acting to transfer lateral forces to the vertical MWFRS.
For analysis under wind loads, diaphragms constructed of
untopped steel decks, concrete-filled steel decks, and concrete
slabs, each having a span-to-depth ratio of 2 or less, shall be
permitted to be idealized as rigid. Diaphragms constructed of
wood structural panels are permitted to be idealized as flexible.
DIRECTIONAL PROCEDURE: A procedure for determin-

ing wind loads on buildings and other structures for specific wind
directions, in which the external pressure coefficients used are
based on past wind tunnel testing of prototypical building models
for the corresponding direction of wind.
EAVE HEIGHT, he : The distance from the ground surface

adjacent to the building to the roof eave line at a particular wall. If
the height of the eave varies along the wall, the average height
shall be used.
EFFECTIVE WIND AREA, A: The area used to determine

the external pressure coefficient, (GCp) and (GCrn). For C&C
elements, the effective wind area in Figs. 30.3-1 through 30.3-7,
30.4-1, 30.5-1, and 30.7-1 through 30.7-3 is the span length
multiplied by an effective width that need not be less than

Chapter 26—General Requirements: Use to determine the basic parameters for 
determining wind loads on both the MWFRS and C&C. These basic parameters are 

Basic wind speed, V, see Section 26.5; Figs. 26.5-1 and 26.5-2 
Wind directionality factor, Kd, see Section 26.6 
Exposure, see Section 26.7 
Topographic factor, Kzt, see Section 26.8 
Ground elevation factor, Ke, see Section 26.9 
Velocity pressure, see Section 26.10 
Gust-effect factor, see Section 26.11 
Enclosure classification, see Section 26.12 
Internal pressure coefficient, GCpi, see Section 26.13 

Wind loads on the MWFRS may be 
determined by 

Wind loads on the C&C may be 
determined by 

Chapter 27: Directional Procedure for 
buildings of all heights 

Chapter 28: Envelope Procedure for low-rise 
buildings 

Chapter 29: Directional Procedure for 
building appurtenances (roof overhangs and 
parapets) and other structures 

Chapter 31: Wind Tunnel Procedure for any 
building or other structure 

Chapter 30: 
- Envelope Procedure in Parts 1 and 2, or 
- Directional Procedure in Parts 3, 4, and 5 
- Building appurtenances (roof overhangs 

and parapets) in Part 6 
- Nonbuilding structures in Part 7

Chapter 31: Wind Tunnel Procedure 
for any building or other structure 

FIGURE 26.1-1 Outline of Process for Determining Wind Loads

Additional outlines and User Notes are provided at the beginning of each chapter for more detailed step-by-step procedures for determining the wind loads.
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one-third the span length. For rooftop solar arrays, the effective
wind area in Fig. 29.4-7 is equal to the tributary area for the
structural element being considered, except that the width of the
effective wind area need not be less than one-third its length. For
cladding fasteners, the effective wind area shall not be greater
than the area that is tributary to an individual fastener.

ENVELOPE PROCEDURE: A procedure for determining
wind load cases on buildings, in which pseudoexternal pressure
coefficients are derived from past wind tunnel testing of proto-
typical building models successively rotated through 360°,
such that the pseudopressure cases produce key structural actions
(e.g., uplift, horizontal shear, and bending moments) that envelop
their maximum values among all possible wind directions.

ESCARPMENT: With respect to topographic effects in
Section 26.8, a cliff or steep slope generally separating two levels
or gently sloping areas (see Fig. 26.8-1). Also known as a scarp.

FREE ROOF: Roof with a configuration generally conform-
ing to those shown in Figs. 27.3-4 through 27.3-6 (monoslope,
pitched, or troughed) in an open building with no enclosing walls
underneath the roof surface.

GLAZING: Glass or transparent or translucent plastic sheet
used in windows, doors, skylights, or curtain walls.

GLAZING, IMPACT-RESISTANT: Glazing that has been
shown by testing to withstand the impact of test missiles. See
Section 26.12.3.2.

HILL: With respect to topographic effects in Section 26.8, a
land surface characterized by strong relief in any horizontal
direction (see Fig. 26.8-1).

HURRICANE-PRONE REGIONS: Areas vulnerable to
hurricanes; in the United States and its territories, defined as

1. The U.S. Atlantic Ocean and Gulf of Mexico coasts where
the basic wind speed for Risk Category II buildings is
greater than 115 mi∕h (51.4 m∕s); and

2. Hawaii, Puerto Rico, Guam, Virgin Islands, and American
Samoa.

IMPACT-PROTECTIVE SYSTEM: Construction that has
been shown by testing to withstand the impact of test missiles and
that is applied, attached, or locked over exterior glazing. See
Section 26.12.3.2.

MAIN WIND FORCE RESISTING SYSTEM (MWFRS):
An assemblage of structural elements assigned to provide support
and stability for the overall building or other structure. The system
generally receives wind loading from more than one surface.

MEAN ROOF HEIGHT, h: The average of the roof eave
height and the height to the highest point on the roof surface,
except that, for roof angles less than or equal to 10°, the
mean roof height is permitted to be taken as the roof eave height.

OPENINGS: Apertures or holes in the building envelope that
allow air to flow through the building envelope and that are
designed as “open” during design winds as defined by these
provisions.

RECOGNIZED LITERATURE: Published research find-
ings and technical papers that are approved.

RIDGE: With respect to topographic effects in Section 26.8,
an elongated crest of a hill characterized by strong relief in two
directions (see Fig. 26.8-1).

ROOFTOP SOLAR PANEL: A device to receive solar
radiation and convert it into electricity or heat energy. Typically
this is a photovoltaic module or solar thermal panel.

SOLAR ARRAY: Any number of rooftop solar panels grouped
closely together.

WIND-BORNE DEBRIS REGIONS: Areas within hurri-
cane-prone regions where impact protection is required for
glazed openings; see Section 26.12.3.

WIND TUNNEL PROCEDURE: A procedure for deter-
mining wind loads on buildings and other structures, in which
pressures and/or forces and moments are determined for each
wind direction considered, from a model of the building or
other structure and its surroundings, in accordance with
Chapter 31.

26.3 SYMBOLS

The following symbols apply only to the provisions of
Chapters 26 through 31:

A = effective wind area, in ft2 (m2)
Af = area of open buildings and other structures

either normal to the wind direction or pro-
jected on a plane normal to the wind direction, in
ft2 (m2)

Ag = gross area of that wall in which Ao is identified, in
ft2 (m2)

Agi = sum of the gross surface areas of the building
envelope (walls and roof) not including Ag, in
ft2 (m2)

An = normalized wind area for rooftop solar panels in
Fig. 29.4-7

Ao = total area of openings in a wall that receives
positive external pressure, in ft2 (m2)

Aog = total area of openings in the building envelope in
ft2 (m2)

Aoi = sum of the areas of openings in the building
envelope (walls and roof) not including Ao, in
ft2 (m2)

As = gross area of the solid freestanding wall or solid
sign, in ft2 (m2)

a = width of pressure coefficient zone, in ft (m)
B = horizontal dimension of building measured normal

to wind direction, in ft (m)
b̄ = mean hourly wind speed factor in Eq. (26.11-16)

from Table 26.11-1
b̂ = 3-s gust speed factor from Table 26.11-1
c = turbulence intensity factor in Eq. (26.11-7) from

Table 26.11-1
Cf = force coefficient to be used in determination of

wind loads for other structures
CN = net pressure coefficient to be used in determination

of wind loads for open buildings
Cp = external pressure coefficient to be used in determi-

nation of wind loads for buildings
D = diameter of a circular structure or member,

in ft (m)
D 0 = depth of protruding elements such as ribs and

spoilers, in ft (m)
d1 = for rooftop solar arrays, horizontal distance orthog-

onal to the panel edge to an adjacent panel or the
building edge, ignoring any rooftop equipment in
Fig. 29.4-7, in ft (m)

d2 = for rooftop solar arrays, horizontal distance from
the edge of one panel to the nearest edge in the next
row of panels in Fig. 29.4-7, in ft (m)

F = design wind force for other structures, in lb (N)
G = gust-effect factor
Gf = gust-effect factor for MWFRS of flexible buildings

and other structures
ðGCpÞ = product of external pressure coefficient and gust-

effect factor to be used in determination of wind
loads for buildings
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ðGCpf Þ = product of the equivalent external pressure coeffi-
cient and gust-effect factor to be used in determi-
nation of wind loads for MWFRS of low-rise
buildings

ðGCpiÞ = product of internal pressure coefficient and gust-
effect factor to be used in determination of wind
loads for buildings

ðGCpn) = combined net pressure coefficient for a parapet
ðGCrÞ = product of external pressure coefficient and gust-

effect factor to be used in determination of wind
loads for rooftop structures

ðGCrnÞ = net pressure coefficient for rooftop solar panels, in
Eqs. (29.4-4) and (29.4-5)

ðGCrnÞnom = nominal net pressure coefficient for rooftop solar
panels determined from Fig. 29.4-7

gQ = peak factor for background response in
Eqs. (26.11-6) and (26.11-10)

gR = peak factor for resonant response in Eq. (26.11-10)
gv = peak factor for wind response in Eqs. (26.11-6) and

(26.11-10)
H = height of hill, ridge, or escarpment in Fig. 26.8-1,

in ft (m)
h = mean roof height of a building or height of other

structure, except that eave height shall be used for
roof angle θ less than or equal to 10°, in ft (m)

h1 = height of a solar panel above the roof at the lower
edge of the panel, in ft (m)

h2 = height of a solar panel above the roof at the upper
edge of the panel, in ft (m)

he = roof eave height at a particular wall, or the average
height if the eave varies along the wall

hp = height to top of parapet in Figs. 27.5-2 and 30.6-1
hpt = mean parapet height above the adjacent roof sur-

face for use with Eq. (29.4-5), in ft (m)
Iz̄ = intensity of turbulence from Eq. (26.11-7)

K1, K2, K3 = multipliers in Fig. 26.8-1 to obtain Kzt
Kd = wind directionality factor in Table 26.6-1
Ke = Ground elevation factor
Kh = velocity pressure exposure coefficient evaluated at

height z= h
Kz = velocity pressure exposure coefficient evaluated at

height z
Kzt = topographic factor as defined in Section 26.8
L = horizontal dimension of a building measured par-

allel to the wind direction, in ft (m)
Lb = normalized building length, for use with

Fig. 29.4-7, in ft (m)
Lh = distance upwind of crest of hill, ridge, or escarp-

ment in Fig. 26.8-1 to where the difference in
ground elevation is half the height of the hill,
ridge, or escarpment, in ft (m)

Lp = panel chord length for use with rooftop solar
panels in Fig. 29.4-7, in ft (m)

Lr = horizontal dimension of return corner for a solid
freestanding wall or solid sign from Fig. 29.3-1, in
ft (m)

Lz = integral length scale of turbulence, in ft (m)
l = integral length scale factor from Table 26.11-1,

ft (m)
N1 = reduced frequency from Eq. (26.11-14)
n1 = fundamental natural frequency, in Hz
na = approximate lower bound natural frequency (Hz)

from Section 26.11.2
p = design pressure to be used in determination of

wind loads for buildings, in lb∕ft2 (N∕m2)

PL = wind pressure acting on leeward face in Fig. 27.3-8,
in lb∕ft2 (N∕m2)

pnet = net design wind pressure from Eq. (30.4-1), in
lb∕ft2 (N∕m2)

pnet30 = net design wind pressure for Exposure B at
h= 30 ft (9.1 m) and I = 1.0 from Fig. 30.4-1, in
lb∕ft2 (N∕m2)

pp = combined net pressure on a parapet from
Eq. (27.3-4), in lb∕ft2 (N∕m2)

ps = net design wind pressure from Eq. (28.5-1), in
lb∕ft2 (N∕m2)

ps30 = simplified design wind pressure for Exposure B at
h= 30 ft (9.1 m) and I = 1.0 from Fig. 28.5-1, in
lb∕ft2 (N∕m2)

PW = wind pressure acting on windward face in
Fig. 27.3-8, in lb∕ft2 (N∕m2)

Q = background response factor from Eq. (26.11-8)
q = velocity pressure, in lb∕ft2 (N∕m2)
qh = velocity pressure evaluated at height z= h, in lb∕ft2

(N∕m2)
qi = velocity pressure for internal pressure determina-

tion, in lb∕ft2 (N∕m2)
qp = velocity pressure at top of parapet, in lb∕ft2 (N∕m2)
qz = velocity pressure evaluated at height z above

ground, in lb∕ft2 (N∕m2)
R = resonant response factor from Eq. (26.11-12)
r = rise-to-span ratio for arched roofs

RB;Rh;RL = values from Eqs. (26.11-15a) and (26.11-15b)
Ri = reduction factor from Eq. (26.13-1)
Rn = value from Eq. (26.11-13)
s = vertical dimension of the solid freestanding wall or

solid sign from Fig. 29.3-1, in ft (m)
V = basic wind speed obtained from Figs. 26.5-1A

through 26.5-1D and 26.5-2A through 26.5-2D,
in mi∕h (m∕s). The basic wind speed corresponds
to a 3-s gust speed at 33 ft (10 m) above the ground
in Exposure Category C

Vi = unpartitioned internal volume, in ft3 (m3)
V̄ z̄ = mean hourly wind speed at height z̄, in ft∕s (m∕s)
W = width of building in Figs. 30.3-3, 30.3-5A, and

30.3-5B and width of span in Figs. 30.3-4 and
30.3-6, in ft (m)

WL = width of a building on its longest side in Fig. 29.4-7,
in ft (m)

WS = width of a building on its shortest side in Fig. 29.4-7,
in ft (m)

x = distance upwind or downwind of crest in Fig. 26.8-1,
in ft (m)

z = height above ground level, in ft (m)
z̄ = equivalent height of structure, in ft (m)
zg = nominal height of the atmospheric boundary

layer used in this standard (values appear in
Table 26.11-1)

zmin = exposure constant from Table 26.11-1
α = 3-s gust-speed power law exponent from

Table 26.11-1
α̂ = reciprocal of α from Table 26.11-1
ᾱ = mean hourly wind-speed power law exponent in

Eq. (26.11-16) from Table 26.11-1
β = damping ratio, percent critical for buildings or

other structures
γc = panel chord factor for use with rooftop solar panels

in Eq. (29.4-5)
γE = array edge factor for use with rooftop solar panels

in Fig. 29.4-7 and Eqs. (29.4-4) and (29.4-5)
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γp = parapet height factor for use with rooftop solar
panels in Eq. (29.4-5)

ε = ratio of solid area to gross area for solid freestand-
ing wall, solid sign, open sign, face of a trussed
tower, or lattice structure

ε̄ = integral length scale power law exponent in
Eq. (26.11-9) from Table 26.11-1

η = value used in Eqs. (26.11-15a) and (26.11-15b)
(see Section 26.11.4)

θ = angle of plane of roof from horizontal, in degrees
λ = adjustment factor for building height and exposure

from Figs. 28.5-1 and 30.4-1
v = height-to-width ratio for solid sign
ω = angle that the solar panel makes with the roof

surface in Fig. 29.4-7, in degrees

26.4 GENERAL

26.4.1 Sign Convention. Positive pressure acts toward the
surface and negative pressure acts away from the surface.

26.4.2 Critical Load Condition. Values of external and
internal pressures shall be combined algebraically to
determine the most critical load.

26.4.3 Wind Pressures Acting on Opposite Faces of Each
Building Surface. In the calculation of design wind loads for the
MWFRS and for C&C for buildings, the algebraic sum of the
pressures acting on opposite faces of each building surface shall
be taken into account.

26.5 WIND HAZARD MAP

26.5.1 Basic Wind Speed. The basic wind speed, V , used in the
determination of design wind loads on buildings and other
structures shall be determined from Figs. 26.5-1 and 26.5-2 as
follows, except as provided in Sections 26.5.2 and 26.5.3:

For Risk Category I buildings and structures, use Figs. 26.5-1A
and 26.5-2A.

For Risk Category II buildings and structures, use Figs. 26.5-1B
and 26.5-2B.

For Risk Category III buildings and structures, use Figs. 26.5-1C
and 26.5-2C.

For Risk Category IV buildings and structures, use Figs. 26.5-1D
and 26.5-2D.

The wind shall be assumed to come from any horizontal
direction. The basic wind speed shall be increased where records
or experience indicate that the wind speeds are higher than those
reflected in Figs. 26.5-1 and 26.5-2.

26.5.2 Special Wind Regions. Mountainous terrain, gorges,
and special wind regions shown in Fig. 26.5-1 shall be
examined for unusual wind conditions. The Authority Having
Jurisdiction shall, if necessary, adjust the values given in
Fig. 26.5-1 to account for higher local wind speeds. Such
adjustment shall be based on meteorological information and
an estimate of the basic wind speed obtained in accordance with
the provisions of Section 26.5.3.

26.5.3 Estimation of Basic Wind Speeds from Regional
Climatic Data. In areas outside hurricane-prone regions,
regional climatic data shall only be used in lieu of the basic
wind speeds given in Figs. 26.5-1 and 26.5-2 when (1) approved
extreme-value statistical analysis procedures have been used in
reducing the data; and (2) the length of record, sampling error,
averaging time, anemometer height, data quality, and terrain
exposure of the anemometer have been taken into account.
Reduction in basic wind speed below that of Figs. 26.5-1 and
26.5-2 shall be permitted.

In hurricane-prone regions, wind speeds derived from simula-
tion techniques shall only be used in lieu of the basic wind speeds
given in Figs. 26.5-1 and 26.5-2 when approved simulation and
extreme-value statistical analysis procedures are used. The use of
regional wind speed data obtained from anemometers is not
permitted to define the hurricane wind-speed risk along the Gulf
and Atlantic coasts, the Caribbean, or Hawaii.

When the basic wind speed is estimated from regional climatic
data or simulation, the estimate shall correspond to the applicable
mean recurrence interval, and the estimate shall be adjusted for
equivalence to a 3-s gust wind speed at 33 ft (10 m) above ground
in Exposure C.
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Notes

1. Values are nominal design 3-s gust wind speeds in mi/h (m∕s) at 33 ft (10 m) above ground for Exposure Category C.
2. Linear interpolation is permitted between contours. Point values are provided to aid with interpolation.
3. Islands, coastal areas, and land boundaries outside the last contour shall use the last wind speed contour.
4. Mountainous terrain, gorges, ocean promontories, and special wind regions shall be examined for unusual wind conditions.
5. Wind speeds correspond to approximately a 15% probability of exceedance in 50 years (Annual Exceedance Probability = 0.00333, MRI= 300 years).
6. Location-specific basic wind speeds shall be permitted to be determined using www.atcouncil.org/windspeed.

FIGURE 26.5-1A Basic Wind Speeds for Risk Category I Buildings and Other Structures

continues
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FIGURE 26.5-1A (Continued ). Basic Wind Speeds for Risk Category I Buildings and Other Structures
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Notes

1. Values are nominal design 3-s gust wind speeds in mi/h (m∕s) at 33 ft (10 m) above ground for Exposure Category C.
2. Linear interpolation is permitted between contours. Point values are provided to aid with interpolation.
3. Islands, coastal areas, and land boundaries outside the last contour shall use the last wind speed contour.
4. Mountainous terrain, gorges, ocean promontories, and special wind regions shall be examined for unusual wind conditions.
5. Wind speeds correspond to approximately a 7% probability of exceedance in 50 years (Annual Exceedance Probability = 0.00143, MRI= 700 years).
6. Location-specific basic wind speeds shall be permitted to be determined using www.atcouncil.org/windspeed.

FIGURE 26.5-1B Basic Wind Speeds for Risk Category II Buildings and Other Structures

continues
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FIGURE 26.5-1B (Continued ). Basic Wind Speeds for Risk Category II Buildings and Other Structures
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Notes

1. Values are nominal design 3-s gust wind speeds in mi/h (m∕s) at 33 ft (10 m) above ground for Exposure Category C.
2. Linear interpolation is permitted between contours. Point values are provided to aid with interpolation.
3. Islands, coastal areas, and land boundaries outside the last contour shall use the last wind speed contour.
4. Mountainous terrain, gorges, ocean promontories, and special wind regions shall be examined for unusual wind conditions.
5. Wind speeds correspond to approximately a 3% probability of exceedance in 50 years (Annual Exceedance Probability = 0.000588, MRI= 1,700 years).
6. Location-specific basic wind speeds shall be permitted to be determined using www.atcouncil.org/windspeed.

FIGURE 26.5-1C Basic Wind Speeds for Risk Category III Buildings and Other Structures

continues
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FIGURE 26.5-1C (Continued ). Basic Wind Speeds for Risk Category III Buildings and Other Structures
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Notes

1. Values are nominal design 3-s gust wind speeds in mi/h (m∕s) at 33 ft (10 m) above ground for Exposure Category C.
2. Linear interpolation is permitted between contours. Point values are provided to aid with interpolation.
3. Islands, coastal areas, and land boundaries outside the last contour shall use the last wind speed contour.
4. Mountainous terrain, gorges, ocean promontories, and special wind regions shall be examined for unusual wind conditions.
5. Wind speeds correspond to approximately a 1.6% probability of exceedance in 50 years (Annual Exceedance Probability = 0.00033, MRI= 3,000 years).
6. Location-specific basic wind speeds shall be permitted to be determined using www.atcouncil.org/windspeed.

FIGURE 26.5-1D Basic Wind Speeds for Risk Category IV Buildings and Other Structures

continues
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FIGURE 26.5-1D (Continued ). Basic Wind Speeds for Risk Category IV Buildings and Other Structures
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Notes

1. Values are nominal design 3-s gust wind speeds in mi/h (m∕s) at 33 ft (10 m) above ground for Exposure Category C. Metric conversion: 1 mph= 0.45 m/s.
2. Linear interpolation between contours is permitted.
3. Islands and coastal areas outside the last contour shall use the last wind speed contour of the coastal area.
4. It is permitted to use the standard values of Kztof 1.0 and Kdas given in Table 26.6-1.
5. Ocean promontories and local escarpments shall be examined for unusual wind conditions.
6. Wind speeds correspond to approximately a 15% probability of exceedance in 50 years (Annual Exceedance Probability = 0.00333, MRI= 300 years)

FIGURE 26.5-2A Basic Wind Speeds for Risk Category I Buildings and Other Structures: Hawaii

continues
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FIGURE 26.5-2A (Continued ). Basic Wind Speeds for Risk Category I Buildings and Other Structures: Hawaii
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Notes

1. Values are nominal design 3-s gust wind speeds in mi/h (m∕s) at 33 ft (10 m) above ground for Exposure Category C. Metric conversion: 1 mph= 0.45 m/s.
2. Linear interpolation between contours is permitted.
3. Islands and coastal areas outside the last contour shall use the last wind speed contour of the coastal area.
4. It is permitted to use the standard values of Kzt of 1.0 and Kd as given in Table 26.6-1.
5. Ocean promontories and local escarpments shall be examined for unusual wind conditions.
6. Wind speeds correspond to approximately a 7% probability of exceedance in 50 years (Annual Exceedance Probability = 0.00143, MRI= 700 years).

FIGURE 26.5-2B Basic Wind Speeds for Risk Category II Buildings and Other Structures: Hawaii

continues
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FIGURE 26.5-2B (Continued ). Basic Wind Speeds for Risk Category II Buildings and Other Structures: Hawaii
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Notes

1. Values are nominal design 3-s gust wind speeds in mi/h (m∕s) at 33 ft (10 m) above ground for Exposure Category C. Metric conversion: 1 mph= 0.45 m/s.
2. Linear interpolation between contours is permitted.
3. Islands and coastal areas outside the last contour shall use the last wind speed contour of the coastal area.
4. It is permitted to use the standard values of Kzt of 1.0 and Kd as given in Table 26.6-1.
5. Ocean promontories and local escarpments shall be examined for unusual wind conditions.
6. Wind speeds correspond to approximately a 3% probability of exceedance in 50 years (Annual Exceedance Probability = 0.000588, MRI= 1,700 years).

FIGURE 26.5-2C Basic Wind Speeds for Risk Category III Buildings and Other Structures: Hawaii

continues
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FIGURE 26.5-2C (Continued ). Basic Wind Speeds for Risk Category III Buildings and Other Structures: Hawaii

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 263

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



Notes

1. Values are nominal design 3-s gust wind speeds in mi/h (m∕s) at 33 ft (10 m) above ground for Exposure Category C. Metric conversion: 1 mph= 0.45 m/s.
2. Linear interpolation between contours is permitted.
3. Islands and coastal areas outside the last contour shall use the last wind speed contour of the coastal area.
4. It is permitted to use the standard values of Kzt of 1.0 and Kd as given in Table 26.6-1.
5. Ocean promontories and local escarpments shall be examined for unusual wind conditions.
6. Wind speeds correspond to approximately a 1.7% probability of exceedance in 50 years (Annual Exceedance Probability = 0.000333, MRI= 3,000 years).

FIGURE 26.5-2D Basic Wind Speeds for Risk Category IV Buildings and Other Structures: Hawaii

continues
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FIGURE 26.5-2D (Continued ). Basic Wind Speeds for Risk Category IV Buildings and Other Structures: Hawaii
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26.6 WIND DIRECTIONALITY

The wind directionality factor, Kd, shall be determined from
Table 26.6-1 and shall be included in the wind loads calculated in
Chapters 27 to 30. The effect of wind directionality in
determining wind loads in accordance with Chapter 31 shall
be based on a rational analysis of the wind speeds conforming
to the requirements of Section 26.5.3 and of Section 31.4.3.

26.7 EXPOSURE

For each wind direction considered, the upwind exposure
shall be based on ground surface roughness that is determined
from natural topography, vegetation, and constructed
facilities.

26.7.1 Wind Directions and Sectors. For each selected wind
direction at which the wind loads are to be determined, the
exposure of the building or structure shall be determined
for the two upwind sectors extending 45° on either side of
the selected wind direction. The exposure in these two sectors
shall be determined in accordance with Sections 26.7.2 and 26.7.3,
and the exposure the use of which would result in the highest
wind loads shall be used to represent the winds from that
direction.

26.7.2 Surface Roughness Categories. A ground surface
roughness within each 45° sector shall be determined for a
distance upwind of the site, as defined in Section 26.7.3, from
the categories defined in the following text, for the purpose of
assigning an exposure category as defined in Section 26.7.3.
Surface Roughness B: Urban and suburban areas, wooded

areas, or other terrain with numerous, closely spaced obstructions
that have the size of single-family dwellings or larger.
Surface Roughness C: Open terrain with scattered obstruc-

tions that have heights generally less than 30 ft (9.1 m). This
category includes flat, open country and grasslands.
Surface Roughness D: Flat, unobstructed areas and water

surfaces. This category includes smooth mud flats, salt flats, and
unbroken ice.

26.7.3 Exposure Categories.
Exposure B: For buildings or other structures with a mean roof
height less than or equal to 30 ft (9.1 m), Exposure B shall apply
where the ground surface roughness, as defined by Surface
Roughness B, prevails in the upwind direction for a distance
greater than 1,500 ft (457 m). For buildings or other structures
with a mean roof height greater than 30 ft (9.1 m), Exposure B
shall apply where Surface Roughness B prevails in the upwind
direction for a distance greater than 2,600 ft (792 m) or 20 times
the height of the building or structure, whichever is greater.
Exposure C: Exposure C shall apply for all cases where

Exposure B or D does not apply.
Exposure D: Exposure D shall apply where the ground

surface roughness, as defined by Surface Roughness D, prevails
in the upwind direction for a distance greater than 5,000 ft
(1,524 m) or 20 times the building or structure height, whichever
is greater. Exposure D shall also apply where the ground surface
roughness immediately upwind of the site is B or C, and the site
is within a distance of 600 ft (183 m) or 20 times the building or
structure height, whichever is greater, from an Exposure D
condition as defined in the previous sentence.
For a site located in the transition zone between exposure

categories, the category resulting in the largest wind forces shall
be used.

EXCEPTION: An intermediate exposure between the pre-
ceding categories is permitted in a transition zone, provided that
it is determined by a rational analysis method defined in the
recognized literature.

26.7.4 Exposure Requirements.

26.7.4.1 Directional Procedure (Chapter 27). For each wind
direction considered, wind loads for the design of the MWFRS of
enclosed and partially enclosed buildings using the Directional
Procedure of Chapter 27 shall be based on the exposures as
defined in Section 26.7.3. Wind loads for the design of open
buildings with monoslope, pitched, or troughed free roofs shall
be based on the exposures, as defined in Section 26.7.3, resulting
in the highest wind loads for any wind direction at the site.

26.7.4.2 Envelope Procedure (Chapter 28). Wind loads for
the design of the MWFRS for all low-rise buildings designed
using the Envelope Procedure of Chapter 28 shall be based on the
exposure category resulting in the highest wind loads for any
wind direction at the site.

26.7.4.3 Directional Procedure for Building Appurtenances
and Other Structures (Chapter 29). Wind loads for the design
of building appurtenances (such as rooftop structures and
equipment) and other structures (such as solid freestanding
walls and freestanding signs, chimneys, tanks, open signs,
single-plane open frames, and trussed towers) as specified in
Chapter 29 shall be based on the appropriate exposure for each
wind direction considered.

26.7.4.4 Components and Cladding (Chapter 30). Design
wind pressures for C&C shall be based on the exposure
category resulting in the highest wind loads for any wind
direction at the site.

26.8 TOPOGRAPHIC EFFECTS

26.8.1 Wind Speed-Up over Hills, Ridges, and
Escarpments. Wind speed-up effects at isolated hills, ridges,
and escarpments constituting abrupt changes in the general
topography, located in any exposure category, shall be
included in the determination of the wind loads when site

Table 26.6-1 Wind Directionality Factor, Kd

Structure Type Directionality Factor Kd

Buildings
Main Wind Force Resisting System 0.85
Components and Cladding 0.85
Arched Roofs 0.85
Circular Domes 1.0a

Chimneys, Tanks, and Similar Structures
Square 0.90
Hexagonal 0.95
Octagonal 1.0a

Round 1.0a

Solid Freestanding Walls, Roof Top
Equipment, and Solid Freestanding and
Attached Signs

0.85

Open Signs and Single-Plane Open Frames 0.85
Trussed Towers
Triangular, square, or rectangular 0.85
All other cross sections 0.95

a

Directionality factor Kd = 0.95 shall be permitted for round or octagonal
structures with nonaxisymmetric structural systems.
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Topographic Multipliers for Exposure Ca,b,c

K 1 Multiplier

x∕Lh

K 2 Multiplier

z∕Lh

K 2 Multiplier

H∕Lh 2D Ridge 2D Escarpment
3D Axisym-
metrical Hill 2D Escarpment

All Other
Cases 2D Ridge 2D Escarpment

3D Axisym-
metrical Hill

0.20 0.29 0.17 0.21 0.00 1.00 1.00 0.00 1.00 1.00 1.00
0.25 0.36 0.21 0.26 0.50 0.88 0.67 0.10 0.74 0.78 0.67
0.30 0.43 0.26 0.32 1.00 0.75 0.33 0.20 0.55 0.61 0.45
0.35 0.51 0.30 0.37 1.50 0.63 0.00 0.30 0.41 0.47 0.30
0.40 0.58 0.34 0.42 2.00 0.50 0.00 0.40 0.30 0.37 0.20
0.45 0.65 0.38 0.47 2.50 0.38 0.00 0.50 0.22 0.29 0.14
0.50 0.72 0.43 0.53 3.00 0.25 0.00 0.60 0.17 0.22 0.09

3.50 0.13 0.00 0.70 0.12 0.17 0.06
4.00 0.00 0.00 0.80 0.09 0.14 0.04

0.90 0.07 0.11 0.03
1.00 0.05 0.08 0.02
0.50 0.01 0.02 0.00
2.00 0.00 0.00 0.00

aFor values of H∕Lh, x∕Lh, and z∕Lh other than those shown, linear interpolation is permitted.
bFor H∕Lh > 0.5, assume that H∕Lh = 0.5 for evaluating K1 and substitute 2H for Lh for evaluating K2 and K3.cMultipliers are based on the assumption that wind approaches the hill or escarpment along the direction of maximum slope.

Notation

H = Height of hill or escarpment relative to the upwind terrain, in ft (m).
K1 = Factor to account for shape of topographic feature and maximum speed-up effect.
K2 = Factor to account for reduction in speed-up with distance upwind or downwind of crest.
K3 = Factor to account for reduction in speed-up with height above local terrain.
Lh = Distance upwind of crest to where the difference in ground elevation is half the height of hill or escarpment, in ft (m).
x = Distance (upwind or downwind) from the crest to the site of the building or other structure, in ft (m).
z = Height above ground surface at the site of the building or other structure, in ft (m).
μ = Horizontal attenuation factor.
γ = Height attenuation factor.

Equations

Kzt = ð1þ K1K2K3Þ2
K1 = determined from table below
K2 = ð1 − jxj∕μLhÞ
K3 = e−yz∕Lh

Parameters for Speed-Up over Hills and Escarpments

Hill Shape

K 1∕ðH∕Lh Þ

γ

μ

Exposure

Upwind of Crest Downwind of CrestB C D

2D ridges (or valleys with negative H in K1∕ðH∕LhÞ 1.30 1.45 1.55 3 1.5 1.5
2D escarpments 0.75 0.85 0.95 2.5 1.5 4
3D axisymmetrical hill 0.95 1.05 1.15 4 1.5 1.5

FIGURE 26.8-1 Topographic Factor, Kzt

Diagrams
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conditions and locations of buildings and other structures meet
all of the following conditions:

1. The hill, ridge, or escarpment is isolated and unobstructed
upwind by other similar topographic features of comparable
height for 100 times the height of the topographic feature
(100H) or 2 mi (3.22 km), whichever is less. This distance
shall be measured horizontally from the point at which the
height H of the hill, ridge, or escarpment is determined.

2. The hill, ridge, or escarpment protrudes above the height of
upwind terrain features within a 2-mi (3.22-km) radius in
any quadrant by a factor of 2 or more.

3. The building or other structure is located as shown in
Fig. 26.8-1 in the upper one-half of a hill or ridge or near
the crest of an escarpment.

4. H∕Lh ≥ 0.2.
5. H is greater than or equal to 15 ft (4.5 m) for Exposure C

and D and 60 ft (18 m) for Exposure B.

26.8.2 Topographic Factor. The wind speed-up effect shall be
included in the calculation of design wind loads by using the
factor Kzt:

Kzt = ð1þ K1K2K3Þ2 (26.8-1)

where K1, K2, and K3 are given in Fig. 26.8-1.
If site conditions and locations of buildings and other struc-

tures do not meet all the conditions specified in Section 26.8.1,
then Kzt = 1.0.

26.9 GROUND ELEVATION FACTOR

The ground elevation factor to adjust for air density, Ke, shall be
determined in accordance with Table 26.9-1. It is permitted to
take Ke = 1 for all elevations.

26.10 VELOCITY PRESSURE

26.10.1 Velocity Pressure Exposure Coefficient. Based on the
exposure category determined in Section 26.7.3, a velocity
pressure exposure coefficient, Kz or Kh, as applicable, shall be
determined from Table 26.10-1. For a site located in a transition
zone between exposure categories that is near to a change in
ground surface roughness, intermediate values of Kz or Kh,

between those shown in Table 26.10-1 are permitted provided
that they are determined by a rational analysis method defined in
the recognized literature.

26.10.2 Velocity Pressure. Velocity pressure, qz, evaluated at
height z above ground shall be calculated by the following
equation:

qz = 0.00256KzKztKdKeV
2 ðlb∕ft2Þ; V inmi∕h (26.10-1)

qz = 0.613KzKztKdKeV
2 ðN∕m2Þ; V inm∕s (26.10-1.si)

where

Kz = velocity pressure exposure coefficient, see Section 26.10.1.
Kzt = topographic factor, see Section 26.8.2.
Kd = wind directionality factor, see Section 26.6.
Ke = ground elevation factor, see Section 26.9.
V = basic wind speed, see Section 26.5.
qz = velocity pressure at height z.

The velocity pressure at mean roof height is computed
as qh = qz evaluated from Eq. (26.10-1) using Kz at mean roof
height h.
The basic wind speed, V , used in determination of design wind

loads on rooftop structures, rooftop equipment, and other

Table 26.9-1 Ground Elevation Factor, Ke

Ground Elevation above Sea Level
Ground Elevation

Factor
ft m Ke

<0 <0 See note 2
0 0 1.00
1,000 305 0.96
2,000 610 0.93
3,000 914 0.90
4,000 1,219 0.86
5,000 1,524 0.83
6,000 1,829 0.80
>6,000 >1,829 See note 2

Notes
1. The conservative approximation Ke = 1.00 is permitted in all cases.
2. The factor Ke shall be determined from the above table using interpo-

lation or from the following formula for all elevations:
Ke=e−0.0000362zg (zg = ground elevation above sea level in ft).
Ke = e−0.000119zg (zg = ground elevation above sea level in m).

3. Ke is permitted to be take as 1.00 in all cases.

Table 26.10-1 Velocity Pressure Exposure Coefficients,
Kh and Kz

Height above Ground Level, z Exposure

ft m B C D

0–15 0–4.6 0.57 (0.70)a 0.85 1.03
20 6.1 0.62 (0.70)a 0.90 1.08
25 7.6 0.66 (0.70)a 0.94 1.12
30 9.1 0.70 0.98 1.16
40 12.2 0.76 1.04 1.22
50 15.2 0.81 1.09 1.27
60 18.0 0.85 1.13 1.31
70 21.3 0.89 1.17 1.34
80 24.4 0.93 1.21 1.38
90 27.4 0.96 1.24 1.40
100 30.5 0.99 1.26 1.43
120 36.6 1.04 1.31 1.48
140 42.7 1.09 1.36 1.52
160 48.8 1.13 1.39 1.55
180 54.9 1.17 1.43 1.58
200 61.0 1.20 1.46 1.61
250 76.2 1.28 1.53 1.68
300 91.4 1.35 1.59 1.73
350 106.7 1.41 1.64 1.78
400 121.9 1.47 1.69 1.82
450 137.2 1.52 1.73 1.86
500 152.4 1.56 1.77 1.89

aUse 0.70 in Chapter 28, Exposure B, when z < 30 ft (9.1 m).
Notes

1. The velocity pressure exposure coefficient Kz may be determined from
the following formula:
For 15 ft ð4.6 mÞ ≤ z ≤ zg Kz = 2.01ðz∕zgÞ2∕α
For z < 15 ft ð4.6 mÞ Kz = 2.01ð15∕zgÞ2∕α

2. α and zg are tabulated in Table 26.11-1.
3. Linear interpolation for intermediate values of height z is acceptable.
4. Exposure categories are defined in Section 26.7.
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building appurtenances shall consider the Risk Category equal to
the greater of the following:

1. Risk Category for the building on which the equipment or
appurtenance is located or

2. Risk Category for any facility to which the equipment or
appurtenance provides a necessary service.

26.11 GUST EFFECTS

26.11.1 Gust-Effect Factor. The gust-effect factor for a rigid
building or other structure is permitted to be taken as 0.85.

26.11.2 Frequency Determination. To determine whether a
building or other structure is rigid or flexible as defined in
Section 26.2, the fundamental natural frequency, n1, shall be
established using the structural properties and deformational
characteristics of the resisting elements in a properly
substantiated analysis. Low-rise buildings, as defined in
Section 26.2, are permitted to be considered rigid.

26.11.2.1 Limitations for Approximate Natural
Frequency. As an alternative to performing an analysis to
determine n1, the approximate building natural frequency, na,
shall be permitted to be calculated in accordance with Section
26.11.3 for structural steel, concrete, or masonry buildings
meeting the following requirements:

1. The building height is less than or equal to 300 ft (91 m), and
2. The building height is less than 4 times its effective length, Leff .

The effective length, Leff , in the direction under consideration
shall be determined from the following equation:

Leff =

Xn
i= 1

hiLi

Xn
i= 1

hi

(26.11-1)

The summations are over the height of the building where

hi = height above grade of level i; and
Li = building length at level i parallel to the wind direction.

26.11.3 Approximate Natural Frequency. The approximate
lower bound natural frequency (na), in hertz, of concrete or stru-
ctural steel buildings meeting the conditions of Section 26.11.2.1 is
permitted to be determined from one of the following equations:

For structural steel moment-resisting frame buildings,

na = 22.2∕h0.8 (26.11-2)
For concrete moment-resisting frame buildings,

na = 43.5∕h0.9 (26.11-3)

For structural steel and concrete buildings with other lateral-
force-resisting systems,

na = 75∕h (26.11-4)

For concrete or masonry shear wall buildings, it is also
permitted to use

na = 385ðCwÞ0.5∕h (26.11-5)

where

Cw =
100
AB

Xn
i= 1

�
h

hi

�
2 Ai

½1þ 0.83ðhiDi
Þ2�

where

h = mean roof height, ft (m).
n = number of shear walls in the building effective in resisting

lateral forces in the direction under consideration.
AB = base area of the building, ft2 (m2).
Ai = horizontal cross-sectional area of shear wall i, ft2 (m2).
Di = length of shear wall i, ft (m).
hi = height of shear wall i, ft (m).

26.11.4 Rigid Buildings or Other Structures. For rigid
buildings or other structures as defined in Section 26.2, the gust-
effect factor shall be taken as 0.85 or calculated by this formula:

G= 0.925

�
1þ 0.7gQIz̄Q

1þ 0.7gvIz̄

�
(26.11-6)

Iz̄ = c

�
33
z̄

�
1∕6

(26.11-7)

Iz̄ = c

�
10
z̄

�
1∕6

(26.11-7.si)

where Iz̄ = intensity of turbulence at height z̄, where z̄ is the
equivalent height of the building or structure defined as 0.6h, but
not less than zmin for all building or structure heights h. zmin and c
are listed for each exposure in Table 26.11-1; gQ and gv shall be
taken as 3.4. The background response Q is given by

Table 26.11-1 Terrain Exposure Constants

Customary Units

Exposure α zg (ft) α̂ b̂ ᾱ b̄ c l (ft) ∈̄ zmin (ft)a

B 7.0 1,200 1∕70 0.84 1∕4.0 0.45 0.30 320 1∕3.0 30
C 9.5 900 1∕9.5 1.00 1∕6.5 0.65 0.20 500 1∕5.0 15
D 11.5 700 1∕11.5 1.07 1∕9.0 0.80 0.15 650 1∕8.0 7

S.I. Units

Exposure α zg (m) α̂ b̂ ᾱ b̄ c l (m) ∈̄ zmin (m)a

B 7.0 365.76 1∕7 0.84 1∕4.0 0.45 0.30 97.54 1∕3.0 9.14
C 9.5 274.32 1∕9.5 1.00 1∕6.5 0.65 0.20 152.40 1∕5.0 4.57
D 11.5 213.36 1∕11.5 1.07 1∕9.0 0.80 0.15 198.12 1∕8.0 2.13

azmin = minimum height used to ensure that the equivalent height z̄ is the greater of 0.6h or zmin. For buildings or other structures with h ≤ zmin, z̄ shall be taken as zmin.
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Q=

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
1

1þ 0.63

�
Bþ h
Lz̄

�
0.63

vuuut (26.11-8)

where B and h are defined in Section 26.3; and Lz̄ = integral length
scale of turbulence at the equivalent height given by

Lz̄ =l
�

z̄

33

�
ε̄

(26.11-9)

Lz̄ =l
�

z̄

10

�
ε̄

(26.11-9.si)

in which l and ε̄ = constants listed in Table 26.11-1.

26.11.5 Flexible or Dynamically Sensitive Buildings or Other
Structures. For flexible or dynamically sensitive buildings or
other structures as defined in Section 26.2, the gust-effect factor
shall be calculated by

Gf = 0.925

�1þ 1.7Iz̄
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
g2QQ

2 þ g2RR
2

q
1þ 1.7gvIz̄

�
(26.11-10)

gQ and gv shall be taken as 3.4, and gR is given by

gR =
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
2 lnð3,600n1Þ

p
þ 0.577ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi

2 lnð3,600n1Þ
p (26.11-11)

R, the resonant response factor, is given by

R=

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
1
β
RnRhRBð0.53þ 0.47RLÞ

s
(26.11-12)

Rn =
7.47N1

ð1þ 10.3N1Þ5∕3
(26.11-13)

N1 =
n1Lz̄
V̄ z̄

(26.11-14)

Rl =
1
η
−

1

2η2
ð1 − e−2ηÞ for η > 0 (26.11-15a)

Rl = 1 for η= 0 (26.11-15b)

where the subscript l in Eqs. (26.11-15a) and (26.11-15b) shall
be taken as h, B, and L, respectively, where h, B, and L are
defined in Section 26.3, and

n1 = fundamental natural frequency.
Rl = Rh setting η= 4.6n1h∕V̄ z̄.
Rl = RB setting η= 4.6n1B∕V̄ z̄.
Rl = RL setting η= 15.4n1L∕V̄ z̄;
β = damping ratio, percent of critical (i.e., for 2% use 0.02 in the

equation).
V̄ z̄ = mean hourly wind speed (ft∕s) (m∕s) at height z̄ determined

from Eq. (26.11-16):

V̄ z̄ = b̄

�
z̄

33

�
ᾱ
�
88
60

�
V (26.11-16)

V̄ z̄ = b̄

�
z̄

10

�
ᾱ
V (26.11-16.si)

where b̄ and ᾱ are constants listed in Table 26.9-1; and V is the
basic wind speed in mi∕h (m∕s).

26.11.6 Rational Analysis. In lieu of the procedure defined in
Sections 26.11.4 and 26.11.5, determination of the gust-effect
factor by any rational analysis defined in the recognized literature
is permitted.

26.11.7 Limitations. Where combined gust-effect factors and
pressure coefficients (GCp), (GCpi), and (GCpf ) are given in
figures and tables, the gust-effect factor shall not be determined
separately.

26.12 ENCLOSURE CLASSIFICATION

26.12.1 General. For the purpose of determining internal
pressure coefficients, all buildings shall be classified as
enclosed, partially enclosed, partially open, or open as defined
in Section 26.2.

26.12.2 Openings. A determination shall be made of the amount
of openings in the building envelope for use in determining the
enclosure classification. To make this determination, each building
wall shall be assumed as the windward wall for consideration of the
amount of openings present with respect to the remaining building
envelope.

26.12.3 Protection of Glazed Openings. Glazed openings in
Risk Category II, III, or IV buildings located in hurricane-prone
regions shall be protected as specified in this section.

26.12.3.1 Wind-Borne Debris Regions. Glazed openings shall
be protected in accordance with Section 26.12.3.2 in the
following locations:

1. Within 1 mi (1.6 km) of the coastal mean high water line
where the basic wind speed is equal to or greater than
130 mi∕h (58 m∕s), or

2. In areas where the basic wind speed is equal to or greater
than 140 mi∕h (63 m∕s).

For Risk Category II buildings and other structures and Risk
Category III buildings and other structures, except health-care
facilities, the wind-borne debris region shall be based on Figs.
26.5-1B and 26.5-2B. For Risk Category III health-care facilities,
the wind-borne debris region shall be based on Figs. 26.5-1C and
26.5-2C. For Risk Category IV buildings and structures, the wind-
borne debris region shall be based on Figs. 26.5-1D and 26.5-2D.
Risk Categories shall be determined in accordance with Section 1.5.
EXCEPTION: Glazing located more than 60 ft (18.3 m)

above the ground and more than 30 ft (9.2 m) above aggregate-
surfaced roofs, including roofs with gravel or stone ballast,
located within 1,500 ft (458 m) of the building shall be permitted
to be unprotected.

26.12.3.2 Protection Requirements for Glazed Openings.
Glazing in buildings requiring protection shall be protected with
an impact-protective system or shall be impact-resistant glazing.
Impact-protective systems and impact-resistant glazing shall be

subjected to missile test and cyclic pressure differential tests in
accordance with ASTM E1996 as applicable. Testing to demon-
strate compliance with ASTM E1996 shall be in accordance with
ASTM E1886. Impact-resistant glazing and impact-protective sys-
tems shall comply with the pass/fail criteria of Section 7 of ASTM
E1996 based on the missile required by Table 3 or Table 4 of
ASTM E1996. Glazing in sectional garage doors and rolling doors
shall be subjected to missile tests and cyclic pressure differential
tests in accordance with ANSI/DASMA 115 as applicable.
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EXCEPTION: Other testing methods and/or performance
criteria are permitted to be used when approved.

Glazing and impact-protective systems in buildings and other
structures classified as Risk Category IV in accordance with
Section 1.5 shall comply with the “enhanced protection” require-
ments of Table 3 of ASTM E1996. Glazing and impact-protective
systems in all other structures shall comply with the “basic
protection” requirements of Table 3 of ASTM E1996.

26.12.4 Multiple Classifications. If a building by definition
complies with both the “open” and “partially enclosed”
definitions, it shall be classified as an “open” building.

26.13 INTERNAL PRESSURE COEFFICIENTS

Internal pressure coefficients, (GCpi), shall be determined from
Table 26.13-1 based on building enclosure classifications deter-
mined from Section 26.12.

26.13.1 Reduction Factor for Large-Volume Buildings, Ri .
For a partially enclosed building containing a single,
unpartitioned large volume, the internal pressure coefficient,
(GCpi), shall be multiplied by the following reduction factor, Ri:

Ri = 1.0 or

Ri = 0.5

0
B@1þ 1ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi

1þ Vi
22,800Aog

q
1
CA < 1.0 (26.13-1)

where

Aog = total area of openings in the building envelope (walls and
roof, in ft2); and

Vi = unpartitioned internal volume, in ft3.

26.14 TORNADO LIMITATION

Tornadoes have not been considered in the wind load provisions.

26.15 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

This section lists the consensus standards and other documents
that shall be considered part of this standard to the extent
referenced in this chapter.

AAMA 512, Voluntary Specifications for Tornado Hazard
Mitigating Fenestration Products, American Architectural Man-
ufacturers Association, 2011.

Cited in: C26.14.4
ANSI A58.1,Minimum Design Loads for Buildings and Other

Structures, American National Standards Institute, 1982.
Cited in: Section C26.5.2
ASTM E1886, Standard test method for performance of

exterior windows, curtain walls, doors, and impact protective
systems impacted by missile(s) and exposed to cyclic pressure
differentials, ASTM International, 2013.

Cited in: Section 26.12.3.2, C26.12, C26.14.4.
ASTM E1996, Standard specification for performance of

exterior windows, curtain walls, doors, and impact protective
systems impacted by windborne debris in hurricanes, ASTM
International, 2014.

Cited in: Section 26.12.3.2, C26.12, C26.14.4.
ANSI/DASMA 115, Standard Method for Testing Sectional

Garage Doors: Determination of Structural Performance
under Missile Impact and Cyclic Wind Pressure, Door and
Access Systems Manufacturers Association International, 2005.

Cited in: Section 26.12.3.2, C26.12.
ASTME330, Standard Test Method for Structural Performance

of Exterior Windows, Doors, Skylights, and Curtain Walls by
Uniform Static Air Pressure Difference, ASTM International, 2014.

Cited in: Section C26.5.1
CAN/CSA A123.21, Standard test method for the dynamic wind

uplift resistance of membrane-roofing systems, CSA Group, 2014.
Cited in: Section C26.5.1
ICC 500, ICC/NSSA Standard for the Design and Construc-

tion of Storm Shelters, International Code Council and National
Storm Shelter Association, 2014.

Cited in: Section C26.14.1, C26.14.3, C26.14.4

Table 26.13-1 Main Wind Force Resisting System and Components and Cladding (All Heights): Internal Pressure Coefficient, (GCpi ), for
Enclosed, Partially Enclosed, Partially Open, and Open Buildings (Walls and Roof)

Enclosure Classification Criteria for Enclosure Classification Internal Pressure Internal Pressure Coefficient, (GCpi )

Enclosed buildings Ao is less than the smaller of 0.01Ag

or 4 sq ft (0.37 m) and Aoi∕Agi ≤ 0.2
Moderate þ0.18

−0.18

Partially enclosed buildings Ao > 1.1Aoi and Ao > the lesser of 0.01Ag

or 4 sq ft (0.37 m) and Aoi∕Agi ≤ 0.2
High þ0.55

−0.55

Partially open buildings A building that does not comply with
Enclosed, Partially Enclosed, or Open classifications

Moderate þ0.18
−0.18

Open buildings Each wall is at least 80% open Negligible 0.00

Notes
1. Plus and minus signs signify pressures acting toward and away from the internal surfaces, respectively.
2. Values of (GCpi) shall be used with qz or qh as specified.
3. Two cases shall be considered to determine the critical load requirements for the appropriate condition:

a. A positive value of (GCpi) applied to all internal surfaces, or
b. A negative value of (GCpi) applied to all internal surfaces.
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CHAPTER 27

WIND LOADS ON BUILDINGS: MAIN WIND FORCE RESISTING SYSTEM
(DIRECTIONAL PROCEDURE)

27.1 SCOPE

27.1.1 Building Types. This chapter applies to the determina-
tion of main wind force resisting system (MWFRS) wind loads
on enclosed, partially enclosed, and open buildings of all heights
using the Directional Procedure.

Part 1 applies to buildings of all heights where it is necessary
to separate applied wind loads onto the windward, leeward, and
sidewalls of the building to properly assess the internal forces in
the MWFRS members.

Part 2 applies to a special class of buildings designated as
enclosed simple diaphragm buildings, as defined in Section 26.2,
with h ≤ 160 ft (h ≤ 48.8 m).

27.1.2 Conditions. A building that has design wind loads
determined in accordance with this chapter shall comply with
all of the following conditions:

1. The building is a regular-shaped building as defined in
Section 26.2, and

2. The building does not have response characteristics that
make it subject to across-wind loading, vortex shedding,
or instability caused by galloping or flutter; nor does it
have a site location for which channeling effects or buffet-
ing in the wake of upwind obstructions warrant special
consideration.

27.1.3 Limitations. The provisions of this chapter take into
consideration the load magnification effect caused by gusts in
resonance with along-wind vibrations of flexible buildings.
Buildings that do not meet the requirements of Section 27.1.2
or that have unusual shapes or response characteristics shall be
designed using recognized literature documenting such wind
load effects or shall use the Wind Tunnel Procedure specified
in Chapter 31.

27.1.4 Shielding. There shall be no reductions in velocity
pressure caused by apparent shielding afforded by buildings
and other structures or terrain features.

27.1.5 Minimum Design Wind Loads. The wind load to
be used in the design of the MWFRS for an enclosed or
partially enclosed building shall not be less than 16 lb∕ ft2

(0.77 kN∕m2) multiplied by the wall area of the building, and
8 lb∕ ft2 (0.38 kN∕m2) multiplied by the roof area of the building
projected onto a vertical plane normal to the assumed wind
direction. Wall and roof loads shall be applied simultaneously.
The design wind force for open buildings shall be not less than
16 lb∕ ft2 (0.77 kN∕m2) multiplied by the area, Af .

PART 1: ENCLOSED, PARTIALLY ENCLOSED, AND
OPEN BUILDINGS OF ALL HEIGHTS

User Note: Use Part 1 of Chapter 27 to determine wind
pressures on the MWFRS of enclosed, partially enclosed, or
open buildings with any general plan shape, building height,
or roof geometry that matches the figures provided. These
provisions use the traditional “all heights” method (Direc-
tional Procedure) by calculating wind pressures using specific
wind pressure equations applicable to each building surface.

27.2 GENERAL REQUIREMENTS

The steps to determine the wind loads on the MWFRS for
enclosed, partially enclosed, and open buildings of all heights
are provided in Table 27.2-1.

Table 27.2-1 Steps to Determine MWFRS Wind Loads for
Enclosed, Partially Enclosed, and Open Buildings of All Heights

Step 1: Determine Risk Category of building; see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for the applicable Risk Category;

see Figs. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:

• Wind directionality factor, Kd ; see Section 26.6 and Table 26.6-1.
• Exposure category; see Section 26.7.
• Topographic factor, Kzt; see Section 26.8 and table in Fig. 26.8-1.
• Ground elevation factor, Ke; see Section 26.9
• Gust-effect factor, G or Gf ; see Section 26.11.
• Enclosure classification; see Section 26.12.
• Internal pressure coefficient, (GCpi); see Section 26.13 and

Table 26.13-1.
Step 4: Determine velocity pressure exposure coefficient, Kz or Kh; see

Table 26.10-1.
Step 5: Determine velocity pressure qz or qh, Eq. (26.10-1).
Step 6: Determine external pressure coefficient, Cp or CN :

• Fig. 27.3-1 for walls and flat, gable, hip, monoslope, or mansard roofs.
• Fig. 27.3-2 for domed roofs.
• Fig. 27.3-3 for arched roofs.
• Fig. 27.3-4 for monoslope roof, open building.
• Fig. 27.3-5 for pitched roof, open building.
• Fig. 27.3-6 for troughed roof, open building.
• Fig. 27.3-7 for along-ridge/valley wind load case for monoslope,

pitched, or troughed roof, open building.
Step 7: Calculate wind pressure, p, on each building surface:

• Eq. (27.3-1) for rigid and flexible buildings.
• Eq. (27.3-2) for open buildings.
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27.2.1 Wind Load Parameters Specified in Chapter 26. The
following wind load parameters shall be determined in
accordance with Chapter 26:

• Basic wind speed, V (Section 26.5).
• Wind directionality factor, Kd (Section 26.6).
• Exposure category (Section 26.7).
• Topographic factor, Kzt (Section 26.8).
• Ground elevation factor, Ke; see Section 26.9
• Gust-effect factor (Section 26.11).
• Enclosure classification (Section 26.12).
• Internal pressure coefficient, (GCpi) (Section 26.13).

27.3 WIND LOADS: MAIN WIND FORCE RESISTING
SYSTEM

27.3.1 Enclosed and Partially Enclosed Rigid and Flexible
Buildings. Design wind pressures for the MWFRS of buildings
of all heights in lb ∕ ft2 ðN ∕m2Þ, shall be determined by the
following equation:

p= qGCp − qiðGCpiÞ (27.3-1)

where

q = qz for windward walls evaluated at height z above the
ground.

q = qh for leeward walls, sidewalls, and roofs evaluated at
height h.

qi = qh for windward walls, sidewalls, leeward walls, and
roofs of enclosed buildings, and for negative internal
pressure evaluation in partially enclosed buildings.

qi = qz for positive internal pressure evaluation in partially
enclosed buildings where height z is defined as the level
of the highest opening in the building that could affect
the positive internal pressure. For buildings sited in
wind-borne debris regions, glazing that is not impact-
resistant or protected with an impact-resistant covering
shall be treated as an opening in accordance with Section
26.12.3. For positive internal pressure evaluation, qi may
conservatively be evaluated at height hðqi = qhÞ.

G = gust-effect factor; see Section 26.11. For flexible build-
ings, Gf determined in accordance with Section 26.11.5
shall be substituted for G.

Cp = external pressure coefficient from Figs. 27.3-1, 27.3-2,
and 27.3-3.

(GCpi) = internal pressure coefficient from Table 26.13-1.

Both q and qi shall be evaluated using exposure defined in
Section 26.7.3. Pressure shall be applied simultaneously on
windward and leeward walls and on roof surfaces as defined in
Figs. 27.3-1, 27.3-2, and 27.3-3.

27.3.2 Open Buildings with Monoslope, Pitched, or
Troughed Free Roofs. The net design pressure for the MWFRS
of open buildings with monoslope, pitched, or troughed free
roofs in lb ∕ ft2 ðN ∕m2Þ, shall be determined by the following
equation:

p= qhGCN (27.3-2)

where

qh = velocity pressure evaluated at mean roof height h using the
exposure as defined in Section 26.7.3 that results in the
highest wind loads for any wind direction at the site.

G = gust-effect factor from Section 26.11.
CN = net pressure coefficient determined from Figs. 27.3-4

through 27.3-7.

Net pressure coefficients, CN , include contributions from
top and bottom surfaces. All load cases shown for each roof
angle shall be investigated. Plus and minus signs signify pressure
acting toward and away from the top surface of the roof,
respectively.
For free roofs with an angle of plane of roof from horizontal θ

less than or equal to 5° and containing fascia panels, the fascia
panel shall be considered an inverted parapet. The contribution of
loads on the fascia to the MWFRS loads shall be determined
using Section 27.3.5, with qp equal to qh. For an open or partially
enclosed building with transverse frames and a pitched roof
(θ ≤ 45°), an additional horizontal force in the longitudinal
direction (parallel to the ridge) that acts in combination with
the roof load calculated in Section 27.3.3 shall be determined in
accordance with Section 28.3.5.

27.3.3 Roof Overhangs. The positive external pressure on the
bottom surface of windward roof overhangs shall be determined
using Cp = 0.8 and combined with the top surface pressures
determined using Fig. 27.3-1.

27.3.4 Parapets. The design wind pressure for the effect of
parapets on MWFRS of rigid or flexible buildings with flat,
gable, or hip roofs in lb ∕ ft2 ðN ∕m2Þ, shall be determined by the
following equation:

pp = qpðGCpnÞðlb∕ ft2Þ (27.3-3)

where

pp = combined net pressure on the parapet caused by the
combination of the net pressures from the front and
back parapet surfaces. Plus (and minus) signs signify
net pressure acting toward (and away from) the front
(exterior) side of the parapet.

qp = velocity pressure evaluated at the top of the parapet.
(GCpn) = combined net pressure coefficient:

=þ1.5 for windward parapet or
= −1.0 for leeward parapet.

27.3.5 Design Wind Load Cases. The MWFRS of buildings of
all heights, the wind loads of which have been determined under
the provisions of this chapter, shall be designed for the wind load
cases as defined in Fig. 27.3-8.

EXCEPTION: Buildings meeting the requirements of
Section D1.1 of Appendix D need only be designed for Case
1 and Case 3 of Fig. 27.3-8.
The eccentricity e for rigid buildings shall be measured from

the geometric center of the building face and shall be considered
for each principal axis (eX , eY ). The eccentricity e for flexible
buildings shall be determined from the following equation and
shall be considered for each principal axis (eX , eY ):

e=
eQ þ 1.7Iz̄

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
ðgQQeQÞ2 þ ðgRReRÞ2

q

1þ 1.7Iz̄
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
ðgQQÞ2 þ ðgRRÞ2

q (27.3-4)

where

eQ = eccentricity e as determined for rigid buildings in Fig. 27.3-8.
eR = distance between the elastic shear center and center of mass

of each floor.
Iz, gQ, Q, gR, and R shall be as defined in Section 26.11.

The sign of the eccentricity e shall be plus or minus, whichever
causes the more severe load effect.
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Diagrams

Notation
B = Horizontal dimension of building, in ft (m), measured normal to wind direction.
L = Horizontal dimension of building, in ft (m), measured parallel to wind direction.
h =Mean roof height, in ft (m), except that eave height shall be used for θ ≤ 10 degrees.
z = Height above ground, in ft (m).
G = Gust-effect factor.

qz, qh = Velocity pressure, in lb∕ ft2 (N∕m2), evaluated at respective height.
θ = Angle of plane of roof from horizontal, in degrees.

FIGURE 27.3-1 Main Wind Force Resisting System, Part 1 (All Heights): External Pressure Coefficients, Cp , for Enclosed and Partially
Enclosed Buildings—Walls and Roofs

continues
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Wall Pressure Coefficients, Cp

Surface L∕B Cp Use With

Windward wall All values 0.8 qz
0–1 −0.5 qh

Leeward wall 2 −0.3 qh
≥4 −0.2 qh

Sidewall All values −0.7 qh

Roof Pressure Coefficients, Cp, for use with qh

Windward Leeward

Wind
Direction

Angle, θ (degrees) Angle, θ (degrees)

h∕L 10 15 20 25 30 35 45 ≥60c 10 15 ≥20

Normal
to Ridge
for
θ ≥ 10°

≤0.25 −0.7 −0.5 −0.3 −0.2 −0.2 0.0a

−0.18 0.0a 0.2 0.3 0.3 0.4 0.4 0.01 θ −0.3 −0.5 −0.6
0.5 −0.9 −0.7 −0.4 −0.3 −0.2 −0.2 0.0a

−0.18 −0.18 0.0a 0.2 0.2 0.3 0.4 0.01 θ −0.5 −0.5 −0.6
≥1.0 −1.3b −1.0 −0.7 −0.5 −0.3 −0.2 0.0a

−0.18 −0.18 −0.18 0.0a 0.2 0.2 0.3 0.01 θ −0.7 −0.6 −0.6

Wind Direction h/L Horizontal Distance from Windward Edge Cp

Normal to Ridge for
θ < 10° and Parallel
to Ridge for All θ

≤0.5 0 to h∕ 2 −0.9, −0.18
h∕ 2 to h −0.9, −0.18
h to 2h −0.5, −0.18
>2 h −0.3, −0.18

≥1.0 0 to h∕ 2 −1.3b, −0.18
>h∕ 2 −0.7, −0.18

aValue is provided for interpolation purposes.
bValue can be reduced linearly with area over which it is applicable as follows:
cFor roof slopes greater than 80°, use Cp = 0.8.

Area, ft2 Area, m2 Reduction Factor

≤100 ≤9.3 1.0
250 23.2 0.9
≥1,000 ≥92.9 0.8

Notes

1. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively.
2. Linear interpolation is permitted for values of L∕B, h∕ L, and θ other than shown. Interpolation shall only be carried out between

values of the same sign. Where no value of the same sign is given, assume 0.0 for interpolation purposes.
3. Where two values of Cp are listed, this indicates that the windward roof slope is subjected to either positive or negative pressures

and the roof structure shall be designed for both conditions. Interpolation for intermediate ratios of h∕ L in this case shall only be
carried out between Cp values of like sign.

4. For monoslope roofs, entire roof surface is either a windward or leeward surface.
5. Refer to Fig. 27.3-2 for domes and Fig. 27.3-3 for arched roofs.
6. For mansard roofs, the top horizontal surface and leeward inclined surface shall be treated as leeward surfaces from

the table.
7. Except for MWFRSs at the roof consisting of moment-resisting frames, the total horizontal shear shall not be less than that

determined by neglecting wind forces on roof surfaces.

FIGURE 27.3-1 (Coninued ). Main Wind Force Resisting System, Part 1 (All Heights): External Pressure Coefficients, Cp , for Enclosed and
Partially Enclosed Buildings—Walls and Roofs
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Notation
f = Dome rise, in ft (m).

hD = Height to base of dome, in ft (m).
D = Diameter, in ft (m).
θ = Angle of plane of roof from horizontal, in degrees.

Notes

1. Two load cases shall be considered:
Case A: Cp values between A and B and between B and C shall be determined by linear interpolation along arcs on the dome

parallel to the wind direction;
Case B: Cp shall be the constant value of A for θ ≤ 25 degrees and shall be determined by linear interpolation from 25 degrees to

B and from B to C.
2. Values denote Cp to be used with qðhDþf Þ where hDþf is the height at the top of the dome.
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively.
4. Cp is constant on the dome surface for arcs of circles perpendicular to the wind direction; for example, the arc passing through

B−B−B and all arcs parallel to B−B−B.
5. For values of hD∕D between those listed on the graph curves, linear interpolation shall be permitted.
6. θ= 0 degrees on dome springline, θ= 90 degrees at dome center top point. f is measured from springline to top.
7. The total horizontal shear shall not be less than that determined by neglecting wind forces on roof surfaces.
8. For f ∕D values less than 0.05, use Fig. 27.3-1.

FIGURE 27.3-2 Main Wind Force Resisting System, Part 1 (All Heights): External Pressure Coefficients, Cp , for Enclosed and Partially
Enclosed Buildings and Structures—Domed Roofs with a Circular Base

Diagrams
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External Pressure Coefficient, Cp

Conditions Rise-to-Span Ratio, r

Cp

Windward Quarter Center Half Leeward Quarter

Roof on elevated structure 0 < r < 0.2 −0.9 −0.7 − r −0.5
0.2 ≤ r < 0.3a 1.5r − 0.3 −0.7 − r 0.5
0.3 ≤ r ≤ 0.6 2.75r − 0.7 −0.7 − r 0.5

Roof springing from ground level 0 < r ≤ 0.6 1.4r −0.7 − r 0.5

aWhen the rise-to-span ratio is 0.2 ≤ r ≤ 0.3, alternate coefficients given by 6r − 2.1 shall also be used for the windward quarter.

Notes

1. Values listed are for the determination of average loads on main wind-force resisting systems.
2. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively.
3. For wind directed parallel to the axis of the arch, use pressure coefficients from Fig. 27.3-1 with wind directed parallel to ridge.
4. For components and cladding (1) at roof perimeter, use the external pressure coefficients in Fig. 30.3-2A, B, and C with θ based

on springline slope and (2) for remaining roof areas, use external pressure coefficients of this table multiplied by 1.2.

FIGURE 27.3-3 Main Wind Force Resisting System and Components and Cladding, Part 1 (All Heights): External Pressure
Coefficients, Cp , for Enclosed and Partially Enclosed Buildings and Structures—Arched Roofs
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Diagrams

Notation
L = Horizontal dimension of roof, measured in the along-wind direction, ft (m).
h =Mean roof height, ft (m).
γ = Direction of wind, degrees.
θ = Angle of plane of roof from horizontal, degrees.

Net Pressure Coefficient, CN

Roof Angle, θ Load Case

Wind Direction, γ=0° Wind Direction, γ =180°

Clear Wind Flow Obstructed Wind Flow Clear Wind Flow Obstructed Wind Flow

CNW CNL CNW CNL CNW CNL CNW CNL

0° A 1.2 0.3 −0.5 −1.2 1.2 0.3 −0.5 −1.2
B −1.1 −0.1 −1.1 −0.6 −1.1 −0.1 −1.1 −0.6

7.5° A −0.6 −1.0 −1.0 −1.5 0.9 1.5 –0.2 −1.2
B −1.4 0.0 −1.7 −0.8 1.6 0.3 0.8 −0.3

15° A −0.9 −1.3 −1.1 −1.5 1.3 1.6 0.4 −1.1
B −1.9 0.0 −2.1 −0.6 1.8 0.6 1.2 −0.3

22.5° A −1.5 −1.6 −1.5 −1.7 1.7 1.8 0.5 −1.0
B −2.4 −0.3 −2.3 −0.9 2.2 0.7 1.3 0.0

30° A −1.8 −1.8 −1.5 −1.8 2.1 2.1 0.6 −1.0
B −2.5 −0.5 −2.3 −1.1 2.6 1.0 1.6 0.1

37.5° A −1.8 −1.8 −1.5 −1.8 2.1 2.2 0.7 −0.9
B −2.4 −0.6 −2.2 −1.1 2.7 1.1 1.9 0.3

45° A −1.6 −1.8 −1.3 −1.8 2.2 2.5 0.8 −0.9
B −2.3 −0.7 −1.9 −1.2 2.6 1.4 2.1 0.4

Notes

1. CNW and CNL denote net pressures (contributions from top and bottom surfaces) for windward and leeward half of roof surfaces,
respectively.

2. Clear wind flow denotes relatively unobstructed wind flow with blockage less than or equal to 50%. Obstructed wind flow denotes
objects below roof inhibiting wind flow (>50% blockage).

3. For values of θ between 7.5° and 45°, linear interpolation is permitted. For values of θ less than 7.5°, use load coefficients for 0°.
4. Plus and minus signs signify pressures acting toward and away from the top roof surface, respectively.
5. All load cases shown for each roof angle shall be investigated.

FIGURE 27.3-4 Main Wind Force Resisting System, Part 1 (0.25 ≤ h∕L ≤ 1.0): Net Pressure Coefficient, CN, for Open Buildings with
Monoslope Free Roofs, θ≤45°, γ= 0°, 180°)
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Diagram

Notation
L = Horizontal dimension of roof, measured in the along-wind direction, ft (m).
h =Mean roof height, ft (m).
γ = Direction of wind, degrees.
θ = Angle of plane of roof from horizontal, degrees.

Net Pressure Coefficient, CN

Roof Angle, θ Load Case

Wind Direction, γ =0°, 180°

Clear Wind Flow Obstructed Wind Flow

CNW CNL CNW CNL

7.5° A 1.1 −0.3 −1.6 −1.0
B 0.2 −1.2 −0.9 −1.7

15° A 1.1 −0.4 −1.2 −1.0
B 0.1 −1.1 −0.6 −1.6

22.5° A 1.1 0.1 −1.2 −1.2
B −0.1 −0.8 −0.8 −1.7

30° A 1.3 0.3 −0.7 −0.7
B −0.1 −0.9 −0.2 −1.1

37.5° A 1.3 0.6 −0.6 −0.6
B −0.2 −0.6 −0.3 −0.9

45° A 1.1 0.9 −0.5 −0.5
B −0.3 −0.5 −0.3 −0.7

Notes

1. CNW and CNL denote net pressures (contributions from top and bottom surfaces) for windward and leeward half of roof surfaces,
respectively.

2. Clear wind flow denotes relatively unobstructed wind flow with blockage less than or equal to 50%. Obstructed wind flow
denotes objects below roof inhibiting wind flow (>50% blockage).

3. For values of θ between 7.5° and 45°, linear interpolation is permitted. For values of θ less than 7.5°, use monoslope roof load
coefficients.

4. Plus and minus signs signify pressures acting toward and away from the top roof surface, respectively.
5. All load cases shown for each roof angle shall be investigated.

FIGURE 27.3-5 Main Wind Force Resisting System, Part 1 (0.25 ≤ h∕L ≤ 1.0): Net Pressure Coefficient, CN ,
for Open Buildings with Pitched Free Roofs, θ≤45°, γ= 0°, 180°
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Diagram

Notation
L = Horizontal dimension of roof, measured in the along-wind direction, ft (m).
h =Mean roof height, ft (m).
γ = Direction of wind, degrees.
θ = Angle of plane of roof from horizontal, degrees.

Net Pressure Coefficient, CN

Roof Angle, θ Load Case

Wind Direction, γ= 0°, 180°

Clear Wind Flow Obstructed Wind Flow

CNW CNL CNW CNL

7.5° A −1.1 0.3 −1.6 −0.5
B −0.2 1.2 −0.9 −0.8

15° A −1.1 0.4 −1.2 −0.5
B 0.1 1.1 −0.6 −0.8

22.5° A −1.1 −0.1 −1.2 −0.6
B −0.1 0.8 −0.8 −0.8

30° A −1.3 −0.3 −1.4 −0.4
B −0.1 0.9 −0.2 −0.5

37.5° A −1.3 −0.6 −1.4 −0.3
B 0.2 0.6 −0.3 −0.4

45° A −1.1 −0.9 −1.2 −0.3
B 0.3 0.5 −0.3 −0.4

Notes

1. CNW and CNL denote net pressures (contributions from top and bottom surfaces) for windward and leeward half of roof surfaces,
respectively.

2. Clear wind flow denotes relatively unobstructed wind flow with blockage less than or equal to 50%. Obstructed wind flow
denotes objects below roof inhibiting wind flow (>50% blockage).

3. For values of θ between 7.5° and 45°, linear interpolation is permitted. For values of θ less than 7.5°, use monoslope roof load
coefficients.

4. Plus and minus signs signify pressures acting toward and away from the top roof surface, respectively.
5. All load cases shown for each roof angle shall be investigated.

FIGURE 27.3-6 Main Wind Force Resisting System, Part 1 (0.25 ≤ h∕L ≤ 1.0): Net Pressure Coefficient, CN , for Open Buildings with
Troughed Free Roofs, θ≤45°, γ= 0°, 180°
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Diagrams

Notation
L = Horizontal dimension of roof, measured in the along-wind direction, ft (m).
h =Mean roof height, ft (m). See Figs. 27.3-4, 27.3-5, or 27.3-6 for a graphical depiction of this dimension.
γ = Direction of wind, degrees.
θ = Angle of plane of roof from horizontal, degrees.

Net Pressure Coefficient, CN

Horizontal Distance from
Windward Edge Roof Angle θ Load Case

Clear Wind Flow Obstructed Wind Flow
CN CN

<h All shapes A −0.8 −1.2
θ < 45° B 0.8 0.5

>h; <2 h All shapes A −0.6 −0.9
θ < 45° B 0.5 0.5

>2h All shapes A −0.3 −0.6
θ < 45° B 0.3 0.3

Notes

1. CN denotes net pressures (contributions from top and bottom surfaces).
2. Clear wind flow denotes relatively unobstructed wind flow with blockage less than or equal to 50%. Obstructed wind flow denotes

objects below roof inhibiting wind flow (>50% blockage).
3. Plus and minus signs signify pressures acting toward and away from the top roof surface, respectively.
4. All load cases shown for each roof angle shall be investigated.
5. For monoslope roofs with θ less than 5 degrees, CN values shown apply also for cases where γ= 0 degrees and 0.05 less than or

equal to h∕ L less than or equal to 0.25. See Fig. 27.3-4 for other h∕ L values.

FIGURE 27.3-7 Main Wind Force Resisting System, Part 1 (0.25 ≤ h∕L ≤ 1.0): Net Pressure Coefficient, CN ,
for Open Buildings with Free Roofs, θ≤45°, γ= 90°, 270°
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Diagrams

Notation
PWX , PWY =Windward face design pressure acting in the x, y principal axis, respectively.
PLX , PLY = Leeward face design pressure acting in the x, y principal axis, respectively.
eðeX ; eYÞ = Eccentricity for the x, y principal axis of the structure, respectively.

MT = Torsional moment per unit height acting about a vertical axis of the building.

Case 1. Full design wind pressure acting on the projected area perpendicular to each principal axis of the structure, considered
separately along each principal axis.

Case 2. Three-quarters of the design wind pressure acting on the projected area perpendicular to each principal axis of the structure
in conjunction with a torsional moment as shown, considered separately for each principal axis.

Case 3. Wind loading as defined in Case 1, but considered to act simultaneously at 75% of the specified value.
Case 4. Wind loading as defined in Case 2, but considered to act simultaneously at 75% of the specified value.

Notes

1. Design wind pressures for windward and leeward faces shall be determined in accordance with the provisions of Sections 27.3.1
and 27.3.2 as applicable for buildings of all heights.

2. Diagrams show plan views of buildings.

FIGURE 27.3-8 Main Wind Force Resisting System, Part 1 (All Heights): Design Wind Load Cases
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PART 2: ENCLOSED SIMPLE DIAPHRAGM BUILDINGS
WITH h ≤ 160 ft (h ≤ 48.8 m)

User Note: Part 2 of Chapter 27 is a simplified method
for determining the wind pressures for the MWFRS of
enclosed, simple diaphragm buildings the height h of which
is ≤160 ft (48.8 m). The wind pressures are obtained directly
from a table. The building may be of any general plan shape
and roof geometry that matches the specified figures. This
method is a simplification of the traditional “all heights”
method (Directional Procedure) contained in Part 1 of
Chapter 27.

27.4 GENERAL REQUIREMENTS

27.4.1 Design Procedure. The procedure specified herein
applies to the determination of MWFRS wind loads of
enclosed simple diaphragm buildings, as defined in Section 26.2,
with a mean roof height h ≤ 160 ft (h ≤ 48.8 m). The
steps required for the determination of MWFRS wind loads
on enclosed simple diaphragm buildings are shown in
Table 27.4-1.

27.4.2 Conditions. In addition to the requirements in
Section 27.1.2, a building that has design wind loads determined
in accordance with this section shall meet all of the follow-
ing conditions for either a Class 1 or Class 2 building
(Fig. 27.4-1):

Class 1 Buildings:

1. The building shall be an enclosed simple diaphragm build-
ing as defined in Section 26.2.

2. The building shall have a mean roof height h ≤ 60 ft
(h ≤ 18.3 m).

3. The ratio of L ∕B shall not be less than 0.2 nor more than
5.0 (0.2 ≤ L ∕B ≤ 5.0).

Class 2 Buildings:

1. The building shall be an enclosed simple diaphragm build-
ing as defined in Section 26.2.

2. The building shall have a mean roof height 60 ft < h ≤
160 ft (18.3 m < h ≤ 48.8 m).

3. The ratio of L ∕B shall not be less than 0.5 nor more than
2.0 (0.5 ≤ L ∕B ≤ 2.0).

4. The fundamental natural frequency (hertz) of the building
shall not be less 75∕ h where h is in feet.

27.4.3 Wind Load Parameters Specified in Chapter
26. Refer to Chapter 26 for determination of basic wind
speed, V (Section 26.5), exposure category (Section 26.7),
and topographic factor Kzt (Section 26.10).

27.4.4 Topographic Effects. The wind pressures determined
from this section shall be multiplied by Kzt as determined from
Section 26.10 using one value of Kzt for the building calculated at
0.33h. Alternatively, it shall be permitted to enter Tables 27.5-1
and 27.5-2 with a wind velocity equal to V

ffiffiffiffiffiffiffi
Kzt

p
where Kzt is

determined at a height of 0.33h.

27.4.5 Diaphragm Flexibility. The design procedure
specified herein applies to buildings that have either rigid or
flexible diaphragms. The structural analysis shall consider the

relative stiffness of diaphragms and the vertical elements of the
MWFRS.
Diaphragms constructed of wood panels can be idealized as

flexible. Diaphragms constructed of untopped metal decks,
concrete-filled metal decks, and concrete slabs, each having a
span-to-depth ratio of 2 or less, are permitted to be idealized as
rigid for consideration of wind loading.

27.5 WIND LOADS: MAIN WIND FORCE RESISTING
SYSTEM

27.5.1 Wall and Roof Surfaces: Class 1 and 2 Buildings. Net
wind pressures for the walls and roof surfaces shall be
determined from Tables 27.5-1 and 27.5-2, respectively,
for the applicable exposure category as determined by
Section 26.7.
For Class 1 buildings with L ∕B values less than 0.5, use wind

pressures tabulated for L ∕B= 0.5. For Class 1 buildings with
L ∕B values greater than 2.0, use wind pressures tabulated for
L ∕B= 2.0.
Net wall pressures shall be applied to the projected area of

the building walls in the direction of the wind, and exterior
sidewall pressures shall be applied to the projected area of the
building walls normal to the direction of the wind acting
outward according to Note 3 of Table 27.5-1, simultaneously
with the roof pressures from Table 27.5-2, as shown in
Fig. 27.5-1.
Where two load cases are shown in the table of roof pressures,

the effects of each load case shall be investigated separately. The
MWFRS in each direction shall be designed for the wind load
cases as defined in Fig. 27.3-8.

EXCEPTION: The torsional load cases in Fig. 27.3-8 (Case 2
and Case 4) need not be considered for buildings that meet the
requirements of Appendix D.

27.5.2 Parapets. The effect of horizontal wind loads applied to
all vertical surfaces of roof parapets for the design of the
MWFRS shall be based on the application of an additional
net horizontal wind pressure applied to the projected area of
the parapet surface equal to 2.25 times the wall pressures
tabulated in Table 27.5-1 for L ∕B= 1.0. The net pressure
specified accounts for both the windward and leeward parapet
loading on both the windward and leeward building surface. The
parapet pressure shall be applied simultaneously with the
specified wall and roof pressures shown in the table in

Table 27.4-1 Steps to Determine MWFRS Wind Loads for
Enclosed, Simple Diaphragm Buildings, h ≤ 160 ft (h ≤ 48.8 m)

Step 1: Determine Risk Category of building; see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for applicable Risk Category; see

Figs. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:

• Exposure category B, C, or D; see Section 26.7.
• Topographic factor, Kzt ; see Section 26.8 and Fig. 26.8-1.
• Enclosure classification; see Section 26.12.

Step 4: Enter table to determine net pressures on walls at top and base of
building respectively, ph; p0, Table 27.5-1.

Step 5: Enter table to determine net roof pressures, pz, Table 27.5-2.
Step 6: Determine topographic factor, Kzt , and apply factor to wall and roof

pressures (if applicable); see Section 26.8.
Step 7: Apply loads to walls and roofs simultaneously.
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Fig. 27.5-2. The height h used in Table 27.5-1 to determine the
parapet pressure shall be the height to the top of the parapet as
shown in Fig. 27.5-2 (use h= hp).

27.5.3 Roof Overhangs. The effect of vertical wind loads
on any roof overhangs shall be based on the application of a
positive wind pressure on the underside of the windward
overhang equal to 75% of the roof edge pressure from Table
27.5-2 for Zone 1 or Zone 3, as applicable. This pressure shall be
applied to the windward roof overhang only and shall be applied

simultaneously with other tabulated wall and roof pressures, as
shown in Fig. 27.5-3.

27.6 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

No consensus standards and other documents that shall be
considered part of this standard are referenced in this
chapter.

Diagrams

0.2L ≤ B ≤ 5L 

L 

h ≤ 60 ft  (h ≤ 18.3 m) 

Plan 

Elevation 

Class 1 Building

Plan 

0.5L ≤ B ≤ 2L 

L 

h = 60–160 ft (h ≤ 18.3–48.8 m) 

Class 2 Building
Elevation 

Mean roof 

 

Mean roof 

 

Notation
B = Horizontal dimension of building, in ft (m), measured normal to wind direction.
L = Horizontal dimension of building, in ft (m), measured parallel to wind direction.
h =Mean roof height, in ft (m), except that eave height shall be used for θ ≤ 10 degrees.

Note
Roof form may be flat, gable, mansard, or hip.

FIGURE 27.4-1 Main Wind Force Resisting System, Part 2 [h ≤ 160 ft (h ≤ 48.8 m)]:
Building Class for Enclosed Simple Diaphragm Buildings (Building Geometry Requirements)
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Diagram

FIGURE 27.5-1 Main Wind Force Resisting System, Part 2 [h ≤ 160 ft (h ≤ 48.8 m)]: Enclosed Simple Diaphragm Buildings, Wind
Pressures, Walls and Roof

Note
For Application of Wind Pressures, see Tables 27.5-1 and 27.5-2

Diagram

FIGURE 27.5-2 Main Wind Force Resisting System, Part 2 [h ≤ 160 ft (h ≤ 48.8 m)]: Enclosed Simple Diaphragm Buildings,
Parapet Wind Loads.

Note
For Application of Parapet Wind Loads, see Table 27.5-1
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Table 27.5-1 Main Wind Force Resisting System, Part 2 [h ≤ 160 ft (h ≤ 48.8 m)]:
Enclosed Simple Diaphragm Buildings—Wind Pressures—Walls

Parameters for Application of Wall Pressures 

Notation
L = Building plan dimension parallel to wind direction, ft (m). 
B = Building plan dimension perpendicular to wind direction, ft (m). 
h = Mean roof height, ft (m). 
ph, p0 = Along-wind net wall pressure at top and base of building, respectively, psf (kN/m2).

Notes for Wall Pressure Tables 
1. From table for each Exposure (B, C or D), V, L/B, and h, determine ph (top number) and p0 (bottom number) 

horizontal along-wind net wall pressures. 
2. Sidewall external pressures shall be uniform over the wall surface acting outward and shall be taken as 54% of 

the tabulated ph pressure for 0.2 L/B  1.0 and 64% of the tabulated ph pressure for 2.0 ≤ L/B ≤ 5.0. Linear 
interpolation shall apply for 1.0 < L/B < 2.0. Sidewall external pressures do not include effect of internal 
pressure. 

3. Apply along-wind net wall pressures as shown above to the projected area of the building walls in the direction 
of the wind and apply external sidewall pressures to the projected area of the building walls normal to the 
direction wind, simultaneously with the roof pressures from Table 27.5-2. 

4. Distribution of tabulated net wall pressures between windward and leeward wall faces shall be based on the 
linear distribution of total net pressure with building height as shown above and the leeward external wall 
pressures assumed uniformly distributed over the leeward wall surface acting outward at 38% of ph for 

L/B ≤0.2 ≤  1.0 and 27% of ph for 2.0 L/B  5.0. Linear interpolation shall be used for 1.0 < L/B < 2.0. The 
remaining net pressure shall be applied to the windward walls as an external wall pressure acting toward the 
wall surface. Windward and leeward wall pressures so determined do not include effect of internal pressure. 

5. Interpolation between values of V, h, and L/B is permitted. 
6. 1.0 ft = 0.3048 m; 1.0 lb/ft2 = 0.0479 kN/m .2 

Plan Wind Pressure Elevation

h

L

B
Wind h

ph

p0

continues

Diagram

FIGURE 27.5-3 Main Wind Force Resisting System, Part 2: Enclosed Simple Diaphragm Buildings,
Roof Overhang Wind Loads

Note
For Application of Roof Overhang Wind Loads, see Table 27.5-1
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Table 27.5-2 Main Wind Force Resisting System, Part 2 [h ≤ 160 ft (h ≤ 48.8 m)]: Enclosed Simple Diaphragm
Buildings—Wind Pressures—Roofs

Notes for Roof Pressure Tables

1. From table for Exposure C, V, h, and roof slope, determine roof pressure ph for each roof zone shown in the figures for 

the applicable roof form. For other exposures B or D, multiply pressures from table by appropriate exposure 

adjustment factor as determined from figure below. 

2. Where two load cases are shown, both load cases shall be investigated. Load Case 2 is required to investigate maximum 

overturning on the building from roof pressures shown. 

3. Apply along-wind net wall pressures to the projected area of the building walls in the direction of the wind and apply 

exterior sidewall pressures to the projected area of the building walls normal to the direction of the wind acting 

outward, simultaneously with the roof pressures from this table. 

4. Where a value of zero is shown in the tables for the flat roof case, it is provided for the purpose of interpolation. 

5. Interpolation between V, h, and roof slope is permitted. 

6. 1.0 ft = 0.3048 m; 1.0 lb/ft2 = 0.0479 kN/m .2

Exposure Adjustment Factor, Exposures B and D 

  Exposure Adjustment Factor
h (ft.) Exp B Exp D
160 1.113
150 1.116
140 1.118
130 1.121
120 1.125
110 1.128
100 1.132
90 1.137
80 1.141
70 1.147
60 1.154
50 1.161
40 1.171
30 1.183
20 1.201
15

0.809
0.805
0.801
0.796
0.792
0.786
0.781
0.775
0.768
0.760
0.751
0.741
0.729
0.713
0.692
0.677 1.214

continues
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CHAPTER 28

WIND LOADS ON BUILDINGS: MAIN WIND FORCE RESISTING SYSTEM
(ENVELOPE PROCEDURE)

28.1 SCOPE

28.1.1 Building Types. This chapter applies to the determination
of main wind force resisting system (MWFRS) wind loads on low-
rise buildings using the Envelope Procedure.

Part 1 applies to all low-rise buildings where it is necessary to
separate applied wind loads onto the windward, leeward, and
sidewalls of the building to properly assess the internal forces in
the MWFRS members.

Part 2 applies to a special class of low-rise buildings designated
as enclosed simple diaphragm buildings as defined in Section 26.2.

28.1.2 Conditions. The design wind loads determined in
accordance with this section shall apply to buildings
complying with all of the following conditions:

1. The building is a regular-shaped building as defined in
Section 26.2.

2. The building does not have response characteristics that make
it subject to across-wind loading, vortex shedding, instability
caused by galloping or flutter, nor does it have a site location
for which channeling effects or buffeting in the wake of
upwind obstructions warrant special consideration.

28.1.3 Limitations. The provisions of this chapter take into
consideration the load magnification effect caused by gusts in
resonance with along-wind vibrations of flexible buildings.
Buildings that do not meet the requirements of Section 28.1.2 or
that have unusual shapes or response characteristics shall be designed
using recognized literature documenting such wind load effects or
shall use the Wind Tunnel Procedure specified in Chapter 31.

28.1.4 Shielding. There shall be no reductions in velocity
pressure caused by apparent shielding afforded by buildings
and other structures or terrain features.

PART 1: ENCLOSED AND PARTIALLY ENCLOSED
LOW-RISE BUILDINGS

User Note: Use Part 1 of Chapter 28 to determine the wind
pressure on the MWFRS of enclosed, partially enclosed, or open
low-rise buildings that have a flat, gable, or hip roof. These
provisions use the Envelope Procedure by calculating wind
pressures from the specific equation applicable to each building
surface. For building shapes and heights for which these provi-
sions are applicable, this method generally yields the lowest wind
pressure of all of the analytical methods specified in this standard.

28.2 GENERAL REQUIREMENTS

The steps required for the determination of MWFRS wind loads on
low-rise buildings are shown in Table 28.2-1.

28.2.1 Wind Load Parameters Specified in Chapter 26. The
following wind load parameters shall be determined in
accordance with Chapter 26:

• Basic wind speed, V (Section 26.5).
• Wind directionality factor, Kd (Section 26.6).
• Exposure category (Section 26.7).
• Topographic factor, Kzt (Section 26.8).
• Ground elevation factor, Ke (Section 26.9).
• Velocity Pressure Exposure Coefficient, Kz or Kh
(Section 26.10).

• Enclosure classification (Section 26.12).
• Internal pressure coefficient (GCpi) (Section 26.13).

28.3 WIND LOADS: MAIN WIND FORCE RESISTING
SYSTEM

28.3.1 Design Wind Pressure for Low-Rise Buildings. Design
wind pressures for the MWFRS of low-rise buildings shall be
determined by the following equation:

p= qh½ðGCpf Þ − ðGCpiÞ�ðlb=ft2Þ (28.3-1)

p= qh½ðGCpf Þ − ðGCpiÞ�ðN=m2Þ (28.3-1.si)

Table 28.2-1 Steps to Determine Wind Loads on MWFRS
Low-Rise Buildings

Step 1: Determine risk category of building; see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for applicable risk category;

see Figs. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:

• Wind directionality factor, Kd ; see Section 26.6 and
Table 26.6-1.

• Exposure category B, C, or D; see Section 26.7.
• Topographic factor, Kzt ; see Section 26.8 and Fig. 26.8-1.
• Ground elevation factor, Ke; see Section 26.9 and

Table 26.9-1.
• Enclosure classification; see Section 26.12.
• Internal pressure coefficient, (GCpi); see Section 26.13 and

Table 26.13-1.
Step 4: Determine velocity pressure exposure coefficient, Kz or Kh;

see Table 26.10-1.
Step 5: Determine velocity pressure, qz or qh, Eq. (26.10-1).
Step 6: Determine external pressure coefficient, (GCp), using Fig. 28.3-1 for

flat and gable roofs.

User Note: See Commentary Fig. C28.3-2 for guidance on hip roofs.

Step 7: Calculate wind pressure, p, from Eq. (28.3-1).
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Basic Load Cases

Diagrams

Notation

a 10% of least horizontal dimension or 0.4 h, whichever is smaller, but not less than either 4% of least horizontal dimension or 3 ft
(0.9 m).
Exception: For buildings with θ= 0 to 7° and a least horizontal dimension greater than 300 ft (90 m), dimension a shall be
limited to a maximum of 0.8 h.

h Mean roof height, in feet (meters), except that eave height shall be used for θ≤10°.
θ Angle of plane of roof from horizontal, in degrees.

FIGURE 28.3-1 Main Wind Force Resisting System, Part 1 [h≤ 60 ft (h≤ 18.3 m)]: External Pressure Coefficients, (GCpf ), for Enclosed and
Partially Enclosed Buildings—Low-Rise Walls and Roofs

continues
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Load Case A
Building Surface

Roof Angle θ (degrees) 1 2 3 4 1E 2E 3E 4E

0–5 0.40 −0.69 −0.37 −0.29 0.61 −1.07 −0.53 −0.43
20 0.53 −0.69 −0.48 −0.43 0.80 −1.07 −0.69 −0.64
30–45 0.56 0.21 −0.43 −0.37 0.69 0.27 −0.53 −0.48
90 0.56 0.56 −0.37 −0.37 0.69 0.69 −0.48 −0.48

Load Case B
Building Surface

Roof Angle θ (degrees) 1 2 3 4 5 6 1E 2E 3E 4E 5E 6E

0–90 −0.45 −0.69 −0.37 −0.45 0.40 −0.29 −0.48 −1.07 −0.53 −0.48 0.61 −0.43

Notes

1. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively.
2. For values of θ other than those shown, linear interpolation is permitted.
3. The building must be designed for all wind directions using the eight loading patterns shown. The load patterns are applied to

each building corner in turn as the windward corner.
4. Combinations of external and internal pressures (see Table 26.13-1) shall be evaluated as required to obtain the most severe

loadings.
5. For the torsional load cases shown below, the pressures in zones designated with a “T” (1T, 2T, 3T, 4T, 5T, 6T) shall be 25%

of the full design wind pressures (zones 1, 2, 3, 4, 5, 6).
EXCEPTION: One-story buildings with h less than or equal to 30 ft (9.1 m), buildings two stories or fewer framed with
light-frame construction, and buildings two stories or fewer designed with flexible diaphragms need not be designed for the
torsional load cases.

Torsional loading shall apply to all eight basic load patterns using the figures below applied at each windward corner.
6. For purposes of designing a building’s MWFRS, the total horizontal shear shall not be less than that determined by neglecting

the wind forces on the roof.
EXCEPTION: This provision does not apply to buildings using moment frames for the MWFRS.

7. For flat roofs, use θ= 0° and locate the zone 2=3 and zone 2E/3E boundary at the mid-width of the building.
8. The roof pressure coefficient (GCpf ), when negative in Zone 2 and 2E, shall be applied in Zone 2/2E for a distance from the

edge of roof equal to 0.5 times the horizontal dimension of the building parallel to the direction of the MWFRS being designed
or 2.5 times the eave height at the windward wall, whichever is less; the remainder of Zone 2/2E extending to the ridge line
shall use the pressure coefficient (GCpf ) for Zone 3/3E.

Torsional Load Cases

Transverse Direction  Longitudinal Direction 

FIGURE 28.3-1 (Continued ). Main Wind Force Resisting System, Part 1 [h≤ 60 ft (h≤ 18.3 m)]: External Pressure Coefficients, (GCpf ), for
Enclosed and Partially Enclosed Buildings—Low-Rise Walls and Roofs
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where

qh = velocity pressure evaluated at mean roof height h as
defined in Section 26.3;

(GCpf ) = external pressure coefficient from Fig. 28.3-1; and
(GCpi) = internal pressure coefficient from Table 26.13-1.

28.3.1.1 External Pressure Coefficients (GCp f ). The
combined gust-effect factor and external pressure coefficients
for low-rise buildings, (GCpf ), are not permitted to be separated.

28.3.2 Parapets. The design wind pressure for the effect of
parapets on MWFRS of low-rise buildings with flat, gable, or hip
roofs shall be determined by the following equation:

pp = qpðGCpnÞðlb=ft2Þ (28.3-2)

pp = qpðGCpnÞðN=m2Þ (28.3-2.si)

where

pp = combined net pressure on the parapet caused by the
combination of the net pressures from the front and
back parapet surfaces. Plus (and minus) signs signify
net pressure acting toward (and away from) the front
(exterior) side of the parapet.

qp = velocity pressure evaluated at the top of the parapet; and
(GCpn) = combined net pressure coefficient:

=þ1.5 for windward parapet; or
= −1.0 for leeward parapet.

28.3.3 Roof Overhangs. The positive external pressure on the
bottom surface of windward roof overhangs shall be determined
using GCp = 0.7 in combination with the top surface pressures
determined using Fig. 28.3-1.

28.3.4 Minimum Design Wind Loads. The wind load to be
used in the design of the MWFRS for an enclosed or partially
enclosed building shall not be less than 16 lb=ft2 (0.77 kN=m2)
multiplied by the wall area of the building, and 8 lb=ft2

(0.38 kN=m2) multiplied by the roof area of the building pro-
jected onto a vertical plane normal to the assumed wind direction.

28.3.5 Horizontal Wind Loads on Open or Partially Enclosed
Buildings with Transverse Frames and Pitched Roofs. A
horizontal pressure in the longitudinal direction (parallel to the
ridge) that acts in combination with the roof load calculated in
Section 27.4.3 for an open or partially enclosed building with
transverse frames and a pitched roof (θ < 45°) shall be determined
by the following equation:

p= qh½ðGCpf Þwindward − ðGCpf Þleeward�KBKS (28.3-3)

where

qh = velocity pressure evaluated at mean roof height h using
the exposure as defined in Section 26.7.3.

(GCpf ) = external pressure coefficient given in Fig. 28.3-1
for Load Case B where building surfaces 5 and 5E shall
be used to compute the average windward end wall
pressure and building surfaces 6 and 6E shall be used to
compute the average leeward end wall pressure.

KB = frame width factor= 1.8−0.01B, B<100 ft (B<30.5m)
or 0.8, B ≥ 100 ft (B ≥ 30.5 m).

KS = shielding factor = 0.60þ 0.073ðn − 3Þ þ ð1.25 ϕ1.8Þ.
ϕ = solidity ratio = AS=AE .
B = width of the building perpendicular to the ridge,

in ft (m).
n = number of frames but shall not be taken as less than n= 3.

AS = effective solid area of the end wall, i.e., the projected
area of any portion of the end wall that would be
exposed to the wind (Fig. 28.3-2).

AE = total end wall area for an equivalent enclosed building
(Fig. 28.3-2).

The total longitudinal force F to be resisted by the MWFRS
shall be determined by the following equation:

F = pAE (28.3-4)

Diagram

Notation

B = Width of the building perpendicular to the ridge, in ft (m)
AS = Effective solid area of the end wall, i.e., the projected area of any portion of the end wall that would be exposed to the wind
AE = Total end wall area for an equivalent enclosed building
n = Number of frames but shall not be taken as less than n= 3

FIGURE 28.3-2 Horizontal Wind Loads on Open or Partially Enclosed Buildings with Transverse Frames and Pitched Roofs: Definitions of
Geometric Terminology
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Eq. (28.3-3) is applicable to buildings with open end walls and
with end walls fully or partially enclosed with cladding. For all
cases, AE shall be the area that is equivalent to the end wall fully
enclosed. The longitudinal force, F, given by Eq. (28.3-4), repre-
sents the total force for which the MWFRS longitudinal bracing
shall be designed. The distribution to each sidewall shall be based
on force F applied at the centroid of the end wall area AE.

Fascia load need not be considered separately if fascia areas
are included in the AS calculation.

PART 2: ENCLOSED SIMPLE DIAPHRAGM
LOW-RISE BUILDINGS

User Note: Part 2 of Chapter 28 is a simplified method to
determine the wind pressure on the MWFRS of enclosed
simple diaphragm low-rise buildings that have a flat, gable, or
hip roof. The wind pressures are obtained directly from a
table and are applied on horizontal and vertical projected
surfaces of the building. This method is a simplification of the
Envelope Procedure contained in Part 1 of Chapter 28.

28.4 GENERAL REQUIREMENTS

The steps required for the determination of MWFRS wind
loads on enclosed simple diaphragm buildings are shown in
Table 28.4-1.

28.4.1 Wind Load Parameters Specified in Chapter 26. The
following wind load parameters are specified in Chapter 26:

• Basic wind speed, V (Section 26.5);
• Exposure category (Section 26.7);
• Topographic factor, Kzt (Section 26.8)
• Enclosure classification (Section 26.12).

28.5 WIND LOADS: MAIN WIND FORCE RESISTING
SYSTEM

28.5.1 Scope. A building, the design wind loads of which are
determined in accordance with this section, shall meet all the
conditions of Section 28.5.2. If a building does not meet all of
the conditions of Section 28.5.2, then itsMWFRSwind loads shall
be determined by Part 1 of this chapter, by the Directional
Procedure of Chapter 27, or by the Wind Tunnel Procedure of
Chapter 31.

28.5.2 Conditions. For the design of MWFRS, the building
shall comply with all of the following conditions:

1. The building is a simple diaphragm building as defined in
Section 26.2.

2. The building is a low-rise building as defined in Section 26.2.
3. The building is enclosed as defined in Section 26.2 and

conforms to the wind-borne debris provisions of Section
26.12.3.

4. The building is a regular-shaped building as defined in
Section 26.2.

5. The building is not classified as a flexible building as
defined in Section 26.2.

6. The building does not have response characteristics that make
it subject to across-wind loading, vortex shedding, instability
caused by galloping or flutter; and it does not have a site
location for which channeling effects or buffeting in the wake
of upwind obstructions warrant special consideration.

7. The building has an approximately symmetrical cross
section in each direction with either a flat roof or a gable
or hip roof with θ ≤ 45°.

8. The building is exempted from torsional load cases as
indicated in Note 5 of Fig. 28.3-1, or the torsional load
cases defined in Note 5 do not control the design of any of
the MWFRS of the building.

28.5.3 Design Wind Loads. Simplified design wind pressures,
ps, for the MWFRS of low-rise, simple diaphragm buildings
represent the net pressures (sum of internal and external) to be
applied to the horizontal and vertical projections of building surfaces,
as shown in Fig. 28.5-1. For the horizontal pressures (Zones A, B, C,
D), ps is the combination of the windward and leeward net pressures.
ps shall be determined by the following equation:

ps = λKztps30 (28.5-1)

where

λ = adjustment factor for building height and exposure from
Fig. 28.5-1.

Kzt = topographic factor as defined in Section 26.8 evaluated at
0.33 times the mean roof height, 0.33h.

pS30 = simplified design wind pressure for Exposure B, at
h= 30 ft (h= 9.1 m) from Fig. 28.5-1.

28.5.4 Minimum Design Wind Loads. The load effects of the
design wind pressures from Section 28.5.3 shall not be less than a
minimum load defined by assuming the pressures, ps, for Zones
A and C equal to þ16 lb=ft2 (0.77 N=m2), Zones B and D equal
to þ8 lb=ft2 (0.38 N=m2), while assuming ps for Zones E, F, G,
and H are equal to 0 lb=ft2 (0 N=m2).

28.6 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

No consensus standards and other documents that shall be
considered part of this standard are referenced in this chapter.

Table 28.4-1 Steps to Determine Wind Loads on MWFRS Simple
Diaphragm, Low-Rise Buildings

Step 1: Determine Risk Category of building; see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for applicable Risk Category; see

Figs. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:

• Exposure category B, C, or D; see Section 26.7.
• Topographic factor, Kzt ; see Section 26.8 and Fig. 26.8-1.

Step 4: Enter figure to determine wind pressures for h= 30 ft (h= 9.1 m),
pS30; see Fig. 28.5-1.

Step 5: Enter figure to determine adjustment for building height and exposure,
λ; see Fig. 28.5-1.

Step 6: Determine adjusted wind pressures, ps; see Eq. (28.5-1).
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Diagrams

Notation

a 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal dimension or 3 ft
(0.9 m).
EXCEPTION: For buildings with θ= 0 to 7° and a least horizontal dimension greater than 300 ft (90 m), dimension a shall be
limited to a maximum of 0.8 h.

h Mean roof height, in ft (m), except that eave height shall be used for roof angles < 10°.
θ Angle of plane of roof from horizontal, in degrees.

Notes

1. Pressures shown are applied to the horizontal and vertical projections, for Exposure B, at h= 30 ft (h= 9.1 m). Adjust to other
exposures and heights with adjustment factor λ.

2. The load patterns shown shall be applied to each corner of the building in turn as the reference corner (See Fig. 28.3-1).
3. For Case B, use θ= 0°.
4. Load cases 1 and 2 must be checked for 25° < θ ≤ 45°. Load case 2 at 25° is provided only for interpolation between 25° and 30°.
5. Plus and minus signs signify pressures acting toward and away from the projected surfaces, respectively.
6. For roof slopes other than those shown, linear interpolation is permitted.
7. The total horizontal load shall not be less than that determined by assuming ps = 0 in Zones B and D.
8. Where Zone E or G falls on a roof overhang on the windward side of the building, use EOH and GOH for the pressure on the

horizontal projection of the overhang. Overhangs on the leeward and side edges shall have the basic zone pressure applied.
9. Unit conversions for tables:

Adjustment Factor for Building Height and Exposure, λ

Mean roof height (ft)

Exposure

B C D

15 1.00 1.21 1.47
20 1.00 1.29 1.55
25 1.00 1.35 1.61
30 1.00 1.40 1.66
35 1.05 1.45 1.70
40 1.09 1.49 1.74
45 1.12 1.53 1.78
50 1.16 1.56 1.81
55 1.19 1.59 1.84
60 1.22 1.62 1.87

Note: Unit conversions for tables: 1.0 ft= 0.3048 m; 1.0 lb=ft2 = 0.0479 kN=m2; 1mph= 1.6 km=h

FIGURE 28.5-1 Main Wind Force Resisting System, Part 2 [h ≤ 60 ft (h ≤ 18.3 m)]: Design Wind Pressures for
Enclosed Buildings—Walls and Roofs

continues
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Basic
Wind

Speed
(mph) 

  Roof
Angle

(degrees)  
Load
Case

Zones 

Horizontal Pressures Vertical Pressures Overhangs 

A B C D E F G H EOH GOH

Basic
Wind

Speed
(mph) 

  Roof
Angle

(degrees)  
Load
Case

Zones 

Horizontal Pressures Vertical Pressures Overhangs 

A B C D E F G H EOH GOH

85 0 to 5° 1 11.5 –5.9 7.6 –3.5 –13.8 –7.8 –9.6 –6.1 –19.3 –15.1 

10° 1 12.9 –5.4 8.6 –3.1 –13.8 –8.4 –9.6 –6.5 –19.3 –15.1 

15° 1 14.4 –4.8 9.6 –2.7 –13.8 –9.0 –9.6 –6.9 –19.3 –15.1 

20° 1 15.9 –4.2 10.6 –2.3 –13.8 –9.6 –9.6 –7.3 –19.3 –15.1 

25° 1 14.4 2.3 10.4 2.4 –6.4 –8.7 –4.6 –7.0 –11.9 –10.1 

2 — — — — –2.4 –4.7 –0.7 –3.0 — —

30 to 45 1 12.9 8.8 10.2 7.0 1.0 –7.8 0.3 –6.7 –4.5 –5.2

2 12.9 8.8 10.2 7.0 5.0 –3.9 4.3 –2.8 –4.5 –5.2

90 0 to 5° 1 12.8 –6.7 8.5 –4.0 –15.4 –8.8 –10.7 –6.8 –21.6 –16.9 

10° 1 14.5 –6.0 9.6 –3.5 –15.4 –9.4 –10.7 –7.2 –21.6 –16.9 

15° 1 16.1 –5.4 10.7 –3.0 –15.4 –10.1 –10.7 –7.7 –21.6 –16.9 

20° 1 17.8 –4.7 11.9 –2.6 –15.4 –10.7 –10.7 –8.1 –21.6 –16.9 

25° 1 16.1 2.6 11.7 2.7 –7.2 –9.8 –5.2 –7.8 –13.3 –11.4 

2 — — — — –2.7 –5.3 –0.7 –3.4 — —

30 to 45 1 14.4 9.9 11.5 7.9 1.1 –8.8 0.4 –7.5 –5.1 –5.8

2 14.4 9.9 11.5 7.9 5.6 –4.3 4.8 –3.1 –5.1 –5.8

95 0 to 5° 1 14.3 –7.4 9.5 –4.4 –17.2 –9.8 –12.0 –7.6 –24.1 –18.8 

10° 1 16.1 –6.7 10.7 –3.9 –17.2 –10.5 –12.0 –8.1 –24.1 –18.8 

15° 1 18.0 –6.0 12.0 –3.4 –17.2 –11.2 –12.0 –8.6 –24.1 –18.8 

20° 1 19.8 –5.2 13.2 –2.9 –17.2 –12.0 –12.0 –9.1 –24.1 –18.8 

25° 1 18.0 2.9 13.0 3.0 –8.0 –10.9 –5.8 –8.7 –14.9 –12.7 

2 — — — — –3.0 –5.9 –0.8 –3.8 — —

30 to 45 1 16.1 11.0 12.8 8.8 1.2 –9.8 0.4 –8.4 –5.6 –6.5

2 16.1 11.0 12.8 8.8 6.2 –4.8 5.4 –3.4 –5.6 –6.5

100 0 to 5° 1 15.9 –8.2 10.5 –4.9 –19.1 –10.8 –13.3 –8.4 –26.7 –20.9 

10° 1 17.9 –7.4 11.9 –4.3 –19.1 –11.6 –13.3 –8.9 –26.7 –20.9 

15° 1 19.9 –6.6 13.3 –3.8 –19.1 –12.4 –13.3 –9.5 –26.7 –20.9 

20° 1 22.0 –5.8 14.6 –3.2 –19.1 –13.3 –13.3 –10.1 –26.7 –20.9 

25° 1 19.9 3.2 14.4 3.3 –8.8 –12.0 –6.4 –9.7 –16.5 –14.0 

2 — — — — –3.4 –6.6 –0.9 –4.2 — —

30 to 45 1 17.8 12.2 14.2 9.8 1.4 –10.8 0.5 –9.3 –6.3 –7.2

2 17.8 12.2 14.2 9.8 6.9 –5.3 5.9 –3.8 –6.3 –7.2

Simplified Design Wind Pressure, Ps30 (psf) for Exposure B at h = 30 ft (h = 9.1 m)

FIGURE 28.5-1 (Continued ). Main Wind Force Resisting System, Part 2 [h ≤ 60 ft (h ≤ 18.3 m)]: Design Wind Pressures for
Enclosed Buildings—Walls and Roofs
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2 19.7 13.4 15.6 10.8 7.6 –5.9 6.6 –4.2 –6.9 –7.9

110 0 to 5° 1 19.2 –10.0 12.7 –5.9 –23.1 –13.1 –16.0 –10.1 –32.3 –25.3 

10° 1 21.6 –9.0 14.4 –5.2 –23.1 –14.1 –16.0 –10.8 –32.3 –25.3 

15° 1 24.1 –8.0 16.0 –4.6 –23.1 –15.1 –16.0 –11.5 –32.3 –25.3 

20° 1 26.6 –7.0 17.7 –3.9 –23.1 –16.0 –16.0 –12.2 –32.3 –25.3 

25° 1 24.1 3.9 17.4 4.0 –10.7 –14.6 –7.7 –11.7 –19.9 –17.0 

2 — — — — –4.1 –7.9 –1.1 –5.1 — —

30 to 45 1 21.6 14.8 17.2 11.8 1.7 –13.1 0.6 –11.3 –7.6 –8.7

2 21.6 14.8 17.2 11.8 8.3 –6.5 7.2 –4.6 –7.6 –8.7

115 0 to 5° 1 21.0 –10.9 13.9 –6.5 –25.2 –14.3 –17.5 –11.1 –35.3 –27.6 

10° 1 23.7 –9.8 15.7 –5.7 –25.2 –15.4 –17.5 –11.8 –35.3 –27.6 

15° 1 26.3 –8.7 17.5 –5.0 –25.2 –16.5 –17.5 –12.6 –35.3 –27.6 

20° 1 29.0 –7.7 19.4 –4.2 –25.2 –17.5 –17.5 –13.3 –35.3 –27.6 

25° 1 26.3 4.2 19.1 4.3 –11.7 –15.9 –8.5 –12.8 –21.8 –18.5 

2 — — — — –4.4 –8.7 –1.2 –5.5 — —

30 to 45 1 23.6 16.1 18.8 12.9 1.8 –14.3 0.6 –12.3 –8.3 –9.5

2 23.6 16.1 18.8 12.9 9.1 –7.1 7.9 –5.0 –8.3 –9.5

120 0 to 5° 1 22.8 –11.9 15.1 –7.0 –27.4 –15.6 –19.1 –12.1 –38.4 –30.1 

10° 1 25.8 –10.7 17.1 –6.2 –27.4 –16.8 –19.1 –12.9 –38.4 –30.1 

15° 1 28.7 –9.5 19.1 –5.4 –27.4 –17.9 –19.1 –13.7 –38.4 –30.1 

20° 1 31.6 –8.3 21.1 –4.6 –27.4 –19.1 –19.1 –14.5 –38.4 –30.1 

25° 1 28.6 4.6 20.7 4.7 –12.7 –17.3 –9.2 –13.9 –23.7 –20.2 

2 — — — — –4.8 –9.4 –1.3 –6.0 — —

30 to 45 1 25.7 17.6 20.4 14.0 2.0 –15.6 0.7 –13.4 –9.0 –10.3 

2 25.7 17.6 20.4 14.0 9.9 –7.7 8.6 –5.5 –9.0 –10.3 

125 0 to 5° 1 24.8 –12.9 16.4 –7.6 –29.8 –16.9 –20.7 –13.1 –41.7 –32.6 

10° 1 27.9 –11.6 18.6 –6.7 –29.8 –18.2 –20.7 –14.0 –41.7 –32.6 

15° 1 31.1 –10.3 20.7 –5.9 –29.8 –19.5 –20.7 –14.8 –41.7 –32.6 

20° 1 34.3 –9.1 22.9 –5.0 –29.8 –20.7 –20.7 –15.7 –41.7 –32.6 

25° 1 31.1 5.0 22.5 5.1 –13.8 –18.8 –10.0 –15.1 –25.7 –21.9 

2 — — — — –5.2 –10.2 –1.4 –6.6 — —

30 to 45 1 27.9 19.1 22.2 15.2 2.1 –16.9 0.7 –14.5 –9.8 –11.2 

2 27.9 19.1 22.2 15.2 10.7 –8.3 9.3 –6.0 –9.8 –11.2 

105 0 to 5° 1 17.5 –9.1 11.6 –5.4 –21.0 –11.9 –14.6 –9.2 –29.4 –23.0 

10° 1 19.7 –8.2 13.1 –4.8 –21.0 –12.8 –14.6 –9.9 –29.4 –23.0 

15° 1 22.0 –7.3 14.6 –4.1 –21.0 –13.7 –14.6 –10.5 –29.4 –23.0 

20° 1 24.2 –6.4 16.1 –3.5 –21.0 –14.6 –14.6 –11.1 –29.4 –23.0 

25° 1 21.9 3.5 15.9 3.6 –9.7 –13.3 –7.1 –10.7 –18.2 –15.5 

2 — — — — –3.7 –7.2 –1.0 –4.6 — —

30 to 45 1 19.7 13.4 15.6 10.8 1.5 –11.9 0.5 –10.3 –6.9 –7.9

Simplified Design Wind Pressure, Ps30 (psf) for Exposure B at h = 30 ft (h = 9.1 m)

Basic
Wind

Speed
(mph) 

  Roof
Angle

(degrees)  
Load
Case

Zones 

Horizontal Pressures Vertical Pressures Overhangs 

A B C D E F G H EOH GOH

FIGURE 28.5-1 (Continued ). Main Wind Force Resisting System, Part 2 [h ≤ 60 ft (h ≤ 18.3 m)]: Design Wind Pressures for
Enclosed Buildings—Walls and Roofs
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15° 1 39.0 –12.9 26.0 –7.4 –37.3 –24.4 –26.0 –18.6 –52.3 –40.9 

20° 1 43.0 –11.4 28.7 –6.3 –37.3 –26.0 –26.0 –19.7 –52.3 –40.9 

25° 1 39.0 6.3 28.2 6.4 –17.3 –23.6 –12.5 –19.0 –32.3 –27.5 

2 — — — — –6.6 –12.8 –1.8 –8.2 — —

30 to 45 1 35.0 23.9 27.8 19.1 2.7 –21.2 0.9 –18.2 –12.3 –14.0 

2 35.0 23.9 27.8 19.1 13.4 –10.5 11.7 –7.5 –12.3 –14.0 

150 0 to 5° 1 35.7 –18.5 23.7 –11.0 –42.9 –24.4 –29.8 –18.9 –60.0 –47.0 

10° 1 40.2 –16.7 26.8 –9.7 –42.9 –26.2 –29.8 –20.1 –60.0 –47.0 

15° 1 44.8 –14.9 29.8 –8.5 –42.9 –28.0 –29.8 –21.4 –60.0 –47.0 

20° 1 49.4 –13.0 32.9 –7.2 –42.9 –29.8 –29.8 –22.6 –60.0 –47.0 

25° 1 44.8 7.2 32.4 7.4 –19.9 –27.1 –14.4 –21.8 –37.0 –31.6 

2 — — — — –7.5 –14.7 –2.1 –9.4 — —

30 to 45 1 40.1 27.4 31.9 22.0 3.1 –24.4 1.0 –20.9 –14.1 –16.1 

2 40.1 27.4 31.9 22.0 15.4 –12.0 13.4 –8.6 –14.1 –16.1 

160 0 to 5° 1 40.6 –21.1 26.9 –12.5 –48.8 –27.7 –34.0 –21.5 –68.3 –53.5 

10° 1 45.8 –19.0 30.4 –11.1 –48.8 –29.8 –34.0 –22.9 –68.3 –53.5 

15° 1 51.0 –16.9 34.0 –9.6 –48.8 –31.9 –34.0 –24.3 –68.3 –53.5 

20° 1 56.2 –14.8 37.5 –8.2 –48.8 –34.0 –34.0 –25.8 –68.3 –53.5 

25° 1 50.9 8.2 36.9 8.4 –22.6 –30.8 –16.4 –24.8 –42.1 –35.9 

2* — — — — –8.6 –16.8 –2.3 –10.7 — —

30 to 45 1 45.7 31.2 36.3 25.0 3.5 –27.7 1.2 –23.8 –16.0 –18.3 

2* 45.7 31.2 36.3 25.0 17.6 –13.7 15.2 –9.8 –16.0 –18.3 

170 0 to 5° 1 45.8 –23.8 30.4 –14.1 –55.1 –31.3 –38.3 –24.2 –77.1 –60.4 

10° 1 51.7 –21.4 34.4 –12.5 –55.1 –33.6 –38.3 –25.8 –77.1 –60.4 

15° 1 57.6 –19.1 38.3 –10.9 –55.1 –36.0 –38.3 –27.5 –77.1 –60.4 

20° 1 63.4 –16.7 42.3 –9.3 –55.1 –38.3 –38.3 –29.1 –77.1 –60.4 

25° 1 57.5 9.3 41.6 9.5 –25.6 –34.8 –18.5 –28.0 –47.6 –40.5 

2* — — — — –9.7 –18.9 –2.6 –12.1 — —

30 to 45 1 51.5 35.2 41.0 28.2 4.0 –31.3 1.3 –26.9 –18.1 –20.7 

2* 51.5 35.2 41.0 28.2 19.8 –15.4 17.2 –11.0 –18.1 –20.7 

140 0 to 5° 1 31.1 –16.1 20.6 –9.6 –37.3 –21.2 –26.0 –16.4 –52.3 –40.9 

10° 1 35.1 –14.5 23.3 –8.5 –37.3 –22.8 –26.0 –17.5 –52.3 –40.9 

130 0 to 5° 1 26.8 –13.9 17.8 –8.2 –32.2 –18.3 –22.4 –14.2 –45.1 –35.3 

10° 1 30.2 –12.5 20.1 –7.3 –32.2 –19.7 –22.4 –15.1 –45.1 –35.3 

15° 1 33.7 –11.2 22.4 –6.4 –32.2 –21.0 –22.4 –16.1 –45.1 –35.3 

20° 1 37.1 –9.8 24.7 –5.4 –32.2 –22.4 –22.4 –17.0 –45.1 –35.3 

25° 1 33.6 5.4 24.3 5.5 –14.9 –20.4 –10.8 –16.4 –27.8 –23.7 

2 — — — — –5.7 –11.1 –1.5 –7.1 — —

30 to 45 1 30.1 20.6 24.0 16.5 2.3 –18.3 0.8 –15.7 –10.6 –12.1 

2 30.1 20.6 24.0 16.5 11.6 –9.0 10.0 –6.4 –10.6 –12.1 

Simplified Design Wind Pressure, Ps30 (psf) for Exposure B at h = 30 ft (h = 9.1 m)
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FIGURE 28.5-1 (Continued ). Main Wind Force Resisting System, Part 2 [h ≤ 60 ft (h ≤ 18.3 m)]: Design Wind Pressures for
Enclosed Buildings—Walls and Roofs

continues
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2* — — — — –12.1 –23.7 –3.3 –15.1 — —

30 to 45 1 64.4 44.0 51.2 35.2 5.0 –39.1 1.7 –33.6 –22.6 –25.9 

2* 64.4 44.0 51.2 35.2 24.8 –19.3 21.5 –13.8 –22.6 –25.9 

200 0 to 5° 1 63.4 –32.9 42.1 –19.5 –76.2 –43.3 –53.1 –33.5 –106.7 –83.5 

10° 1 71.5 –29.7 47.6 –17.3 –76.2 –46.5 –53.1 –35.8 –106.7 –83.5 

15° 1 79.7 –26.4 53.1 –15.0 –76.2 –49.8 –53.1 –38.0 –106.7 –83.5 

20° 1 87.8 –23.2 58.5 –12.8 –76.2 –53.1 –53.1 –40.2 –106.7 –83.5 

25° 1 79.6 12.8 57.6 13.1 –35.4 –48.2 –25.6 –38.7 –65.9 –56.1 

2* — — — — –13.4 –26.2 –3.7 –16.8 — —

30 to 45 1 71.3 48.8 56.7 39.0 5.5 –43.3 1.8 –37.2 –25.0 –28.7 

2* 71.3 48.8 56.7 39.0 27.4 –21.3 23.8 –15.2 –25.0 –28.7 

*See Note 4. 

Simplified Design Wind Pressure, Ps30 (psf) for Exposure B at h = 30 ft (h = 9.1 m)

190 0 to 5° 1 57.2 –29.7 38.0 –17.6 –68.8 –39.1 –47.9 –30.3 –96.3 –75.4 

10° 1 64.6 –26.8 42.9 –15.6 –68.8 –42.0 –47.9 –32.3 –96.3 –75.4 

15° 1 71.9 –23.8 47.9 –13.6 –68.8 –44.9 –47.9 –34.3 –96.3 –75.4 

20° 1 79.2 –20.9 52.8 –11.6 –68.8 –47.9 –47.9 –36.3 –96.3 –75.4 

25° 1 71.8 11.6 52.0 11.8 –31.9 –43.5 –23.1 –34.9 –59.4 –50.6 

180 0 to 5° 1 51.4 –26.7 34.1 –15.8 –61.7 –35.1 –43.0 –27.2 –86.4 –67.7 

10° 1 58.0 –24.0 38.5 –14.0 –61.7 –37.7 –43.0 –29.0 –86.4 –67.7 

15° 1 64.5 –21.4 43.0 –12.2 –61.7 –40.3 –43.0 –30.8 –86.4 –67.7 

20° 1 71.1 –18.8 47.4 –10.4 –61.7 –43.0 –43.0 –32.6 –86.4 –67.7 

25° 1 64.5 10.4 46.7 10.6 –28.6 –39.0 –20.7 –31.4 –53.3 –45.4 

2* — — — — –10.9 –21.2 –3.0 –13.6 — —

30 to 45 1 57.8 39.5 45.9 31.6 4.4 –35.1 1.5 –30.1 –20.3 –23.2 

2* 57.8 39.5 45.9 31.6 22.2 –17.3 19.3 –12.3 –20.3 –23.2 

Basic
Wind

Speed
(mph) 

  Roof
Angle

(degrees)  
Load
Case

Zones 

Horizontal Pressures Vertical Pressures Overhangs 

A B C D E F G H EOH GOH

FIGURE 28.5-1 (Continued ). Main Wind Force Resisting System, Part 2 [h ≤ 60 ft (h ≤ 18.3 m)]: Design Wind Pressures for
Enclosed Buildings—Walls and Roofs
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CHAPTER 29

WIND LOADS ON BUILDING APPURTENANCES AND OTHER STRUCTURES:
MAIN WIND FORCE RESISTING SYSTEM (DIRECTIONAL PROCEDURE)

29.1 SCOPE

29.1.1 Structure Types. This chapter applies to the determina-
tion of wind loads on building appurtenances (such as rooftop
structures and rooftop equipment) and other structures of all
heights (such as solid freestanding walls and freestanding solid
signs, chimneys, tanks, open signs, single-plane open frames,
and trussed towers) using the Directional Procedure.

The steps required for the determination of wind loads on
building appurtenances and other structures are shown in
Table 29.1-1. The steps required to determine wind loads on
main wind force resisting system (MWFRS) on circular bins,
silos, and tanks are in Table 29.1-2.

User Note: Use Chapter 29 to determine wind pressures on the
MWFRS of solid freestanding walls, freestanding solid signs,
chimneys, tanks, open signs, single-plane open frames, and
trussed towers. Wind loads on rooftop structures and equipment
may be determined from the provisions of this chapter. The wind
pressures are calculated using specific equations based upon the
Directional Procedure.

29.1.2 Conditions. An appurtenance or structure that has
design wind loads determined in accordance with this section
shall comply with all of the following conditions:

1. The structure is a regular-shaped structure as defined in
Section 26.2; and

2. The structure does not have response characteristics
making it subject to across-wind loading, vortex shedding,
or instability caused by galloping or flutter; nor does it have a
site location for which channeling effects or buffeting in the
wake of upwind obstructions warrant special consideration.

29.1.3 Limitations. The provisions of this chapter take into
consideration the load magnification effect caused by gusts in
resonance with along-wind vibrations of flexible structures.
Structures that do not meet the requirements of Section 29.1.2
or that have unusual shapes or response characteristics shall be
designed using recognized literature documenting such wind load
effects or shall use the Wind Tunnel Procedure specified in
Chapter 31.

29.1.4 Shielding. There shall be no reductions in velocity
pressure caused by apparent shielding afforded by buildings
and other structures or terrain features.

Table 29.1-2 Steps to Determine Wind Loads on MWFRS Circular
Bins, Silos, and Tanks

Step 1: Determine Risk Category of structure; see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for applicable Risk Category; see

Figs. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:

• Wind directionality factor, Kd ; see Section 26.6 and Table 26.6-1.
• Exposure category B, C, or D; see Section 26.7.
• Topographic factor, Kzt; see Section 26.8 and Fig. 26.8-1.
• Ground elevation factor, Ke; see Section 26.9 and Table 26.9-1
• Enclosure classification, see Section 26.12.
• Internal pressure coefficient, (GCpi), see Table 26.13-1.
• Gust-effect factor, G; see Section 26.11.

Step 4: Determine velocity pressure exposure coefficient, Kz or Kh; see
Table 26.10-1.

Step 5: Determine velocity pressure qh; see Eq. (26.10-1).
Step 6: Determine force coefficient for walls, see Sections 29.4.2.1 and

29.4.2.4.
Step 7: Determine external pressure coefficient (GCp) for roofs and

undersides if elevated, see Sections 29.4.2.2 and 29.4.2.3.
Step 8: Calculate wind force, F, or pressure, p:

• Eq. (29.4-1) for walls.
• Eq. (29.4-4) for roofs.

Table 29.1-1 Steps to Determine Wind Loads on MWFRS Rooftop
Equipment and Other Structures

Step 1:Determine Risk Category of building or other structure; see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for applicable Risk Category; see

Figs. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:

• Wind directionality factor, Kd ; see Section 26.6 and Table 26.6-1.
• Exposure category B, C, or D; see Section 26.7.
• Topographic factor, Kzt; see Section 26.8 and Fig. 26.8-1.
• Ground elevation factor, Ke; see Section 26.9 and Table 26.9-1
• Gust-effect factor, G; see Section 26.11, except for rooftop equipment.
• Combined (GCr) factor for rooftop equipment; see Section 29.4.1.

Step 4: Determine velocity pressure exposure coefficient, Kz or Kh; see
Table 26.10-1.

Step 5: Determine velocity pressure qz or qh; see Eq. (26.10-1).
Step 6: Determine force coefficient, Cf , except for rooftop equipment:

• Solid freestanding signs or solid freestanding walls, Fig. 29.3-1.
• Chimneys, tanks, Fig. 29.4-1.
• Open signs, single-plane open frames, Fig. 29.4-2.
• Trussed towers, Fig. 29.4-3.
• Rooftop equipment, using combined (GCr) factors listed in Section 29.4.1.
• Rooftop solar panels, Fig. 29.4-7 and Eq. (29.4-6), or Fig. 29.4-8.

Step 7: Calculate wind force, F, or pressure, p:
• Eq. (29.3-1) for signs and walls.
• Eqs. (29.4-2) and (29.4-3) for rooftop structures and equipment.
• Eq. (29.4-1) for other structures.
• Eq. (29.4-5) or (29.4-7) for rooftop solar panels.
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29.2 GENERAL REQUIREMENTS

29.2.1 Wind Load Parameters Specified in Chapter 26. The
following wind load parameters shall be determined in
accordance with Chapter 26:

• Basic wind speed, V (Section 26.5);
• Wind directionality factor, Kd (Section 26.6);
• Exposure category (Section 26.7);
• Topographic factor, Kzt (Section 26.8);
• Ground elevation factor, Ke (Section 26.9); and
• Enclosure classification (Section 26.12).

29.3 DESIGN WIND LOADS: SOLID FREESTANDING
WALLS AND SOLID SIGNS

29.3.1 Solid Freestanding Walls and Solid Freestanding
Signs. The design wind force for solid freestanding walls and
solid freestanding signs shall be determined by the following
formula:

F = qhGCf As ðlbÞ (29.3-1)

F = qhGCf As ðNÞ (29.3-1.si)

where

qh = velocity pressure evaluated at height h (defined in Fig. 29.3-1)
as determined in accordance with Section 26.10.

G = gust-effect factor from Section 26.11.
Cf = net force coefficient from Fig. 29.3-1.
As = gross area of the solid freestanding wall or freestanding

solid sign, in ft2 (m2).

29.3.2 Solid Attached Signs. The design wind pressure on a
solid sign attached to the wall of a building, where the plane of
the sign is parallel to and in contact with the plane of the wall, and
the sign does not extend beyond the side or top edges of the wall,
shall be determined using procedures for wind pressures on walls
in accordance with Chapter 30 and setting the internal pressure
coefficient (GCpi) equal to 0.
This procedure shall also be applicable to solid signs attached to

but not in direct contact with the wall, provided that the gap
between the sign and wall is no more than 3 ft (0.9 m) and the
edge of the sign is at least 3 ft (0.9 m) in from free edges of
the wall, i.e., side and top edges and bottom edges of elevated walls.

29.4 DESIGN WIND LOADS: OTHER STRUCTURES

The design wind force for other structures (chimneys, tanks, open
signs, single-plane open frames, and trussed towers), whether
ground or roof mounted, shall be determined by the following
equation:

F = qzGCf Af ðlbÞ (29.4-1)

F = qzGCf Af ðNÞ (29.4-1.si)
where

qz = velocity pressure evaluated at height z, as defined in
Section 26.10, of the centroid of area Af .

G = gust-effect factor from Section 26.11.
Cf = force coefficients from Figs. 29.4-1 through 29.4-4.
Af = projected area normal to the wind except where Cf is

specified for the actual surface area, in ft2 (m2).

Guidance for determining G, Cf , and Af for structures found in
petrochemical and other industrial facilities that are not otherwise

addressed in ASCE 7 can be found in the Wind Loads for
Petrochemical and Other Industrial Facilities (2011), published
by ASCE, Reston, VA.

29.4.1 Rooftop Structures and Equipment for
Buildings. The lateral force, Fh, and vertical force, Fv, for
rooftop structures and equipment, except as otherwise specified
for roof-mounted solar panels (Sections 29.4.3 and 29.4.4) and
structures identified in Section 29.4, shall be determined as
specified following.
The resultant lateral force, Fh, shall be determined from

Eq. (29.4-2) and applied at a height above the roof surface equal
to or greater than the centroid of the projected area, Af .

Fh = qhðGCrÞAf ðlbÞ (29.4-2)

Fh = qhðGCrÞAf ðNÞ (29.4-2.si)

where

(GCr) = 1.9 for rooftop structures and equipment with Af less
than (0.1Bh). (GCr) shall be permitted to be reduced
linearly from 1.9 to 1.0 as the value of Af is increased
from (0.1Bh) to (Bh).

qh = velocity pressure evaluated at mean roof height of the
building.

Af = vertical projected area of the rooftop structure or
equipment on a plane normal to the direction of wind,
in ft2 (m2).

The vertical uplift force, Fv, on rooftop structures and equip-
ment shall be determined from Eq. (29.4-3):

Fv = qhðGCrÞAr ðlbÞ (29.4-3)

Fv = qhðGCrÞAr ðNÞ (29.4-3.si)

where

(GCr) = 1.5 for rooftop structures and equipment with Ar less
than (0.1BL). (GCr) shall be permitted to be reduced
linearly from 1.5 to 1.0 as the value of Ar is increased
from (0.1BL) to (BL).

qh = velocity pressure evaluated at the mean roof height of
the building.

Ar = horizontal projected area of rooftop structure or equip-
ment, in ft2 (m2).

29.4.2 Design Wind Loads: Circular Bins, Silos, and Tanks
with h≤ 120 ft (h≤ 36.5 m), D≤ 120 ft (D≤ 36.5 m), and
0.25≤H ∕D≤ 4. Grouped circular bins, silos, and tanks of
similar size with center-to-center spacing greater than two
diameters shall be treated as isolated structures. For spacings
less than 1.25 diameters, the structures shall be treated as grouped
and the wind pressure shall be determined from Section 29.4.2.4.
For intermediate spacings, linear interpolation of the Cp (or Cf )
values shall be used.

29.4.2.1 External Walls of Isolated Circular Bins, Silos, and
Tanks. To determine the overall drag on circular bins, silos, and
tanks using Eq. (29.4-1), a drag coefficient (Cf ) of 0.63 based on
projected walls (DH) is permitted to be used, where H ∕D is in the
range of 0.25 to 4.0 and the cylinder (diameter D) is standing on
the ground or supported by columns. The clearance height (C)
shall be less than or equal to the height of the solid cylinder (H)
as shown in Fig. 29.4-4.
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Diagrams

Notation
B = Horizontal dimension of sign, in ft (m)
e = Eccentricity of force, in ft (m)
F = Design wind force for other structures, in lb (N)
h = Height of the sign, in ft (m)
Lr = Horizontal dimension of return corner, in ft (m)

Rmin = t ∕min (B and s)
Rmax = t ∕max (B and s)

s = Vertical dimension of the sign, in ft (m)
t = Thickness of the sign in ft (m)
ε = Ratio of solid area to gross area

Force Coefficients, Cf , for Case A and Case B

Clearance
Ratio, s∕h

Aspect Ratio, B∕s

≤0.05 0.1 0.2 0.5 1 2 4 5 10 20 30 ≥45

1 1.80 1.70 1.65 1.55 1.45 1.40 1.35 1.35 1.30 1.30 1.30 1.30
0.9 1.85 1.75 1.70 1.60 1.55 1.50 1.45 1.45 1.40 1.40 1.40 1.40
0.7 1.90 1.85 1.75 1.70 1.65 1.60 1.60 1.55 1.55 1.55 1.55 1.55
0.5 1.95 1.85 1.80 1.75 1.75 1.70 1.70 1.70 1.70 1.70 1.70 1.75
0.3 1.95 1.90 1.85 1.80 1.80 1.80 1.80 1.80 1.80 1.85 1.85 1.85
0.2 1.95 1.90 1.85 1.80 1.80 1.80 1.80 1.80 1.85 1.90 1.90 1.95
≤ 0.16 1.95 1.90 1.85 1.85 1.80 1.80 1.85 1.85 1.85 1.90 1.90 1.95

FIGURE 29.3-1 Design Wind Loads (All Heights): Force Coefficients, Cf, for Other Structures—Solid Freestanding Walls and Solid
Freestanding Signs

continues
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Force Coefficients, Cf , for Case C

Region (horizontal distance
from windward edge)

Aspect Ratio, B∕s

2 3 4 5 6 7 8 9 10 13 ≥45

0 to s 2.25 2.60 2.90 3.10* 3.30* 3.40* 3.55* 3.65* 3.75* 4.00* 4.30*
s to 2s 1.50 1.70 1.90 2.00 2.15 2.25 2.30 2.35 2.45 2.60 2.55
2s to 3s 1.15 1.30 1.45 1.55 1.65 1.70 1.75 1.85 2.00 1.95
3s to 10s 1.10 1.05 1.05 1.05 1.05 1.00 0.95
3s to 4s 1.50 1.85
4s to 5s 1.35 1.85
5s to 10s 0.90 1.10
> 10s 0.55 0.55

*Values shall be multiplied by the following reduction factor when a return corner is present:

Lr / S Reduction Factor

0.3 0.90
1.0 0.75
≥2 0.60

Notes

1. The term “signs” in these notes also applies to freestanding walls.
2. Signs with openings comprising less than 30% of the gross area are classified as solid signs. Force coefficients for solid signs with

openings shall be permitted to be multiplied by the reduction factor (1 − ð1 − εÞ1.5).
3. To allow for both normal and oblique wind directions, the following cases shall be considered:

For s ∕h < 1:
Case A: Resultant force acts normal to the face of the sign through the geometric center.
Case B: Resultant force acts normal to the face of the sign at a distance from the geometric center toward the windward edge

equal to 0.2 times the average width of the sign.
For double-faced signs with all sides enclosed and Rmax ≤ 0.4, it is permitted to use force eccentricity, e= ð0.2 − 0.25RmaxÞB.

For double-faced signs with all sides enclosed and Rmin ≤ 0.75, it is permitted to multiply tabulated Cf values in Cases A and B
by the reduction factor, (1 − 0.133Rmin).

For B ∕s ≥ 2, Case C must also be considered;
Case C: Resultant forces act normal to the face of the sign through the geometric centers of each region.

For s ∕h= 1:
The same cases as above except that the vertical locations of the resultant forces occur at a distance above the geometric center
equal to 0.05 times the average height of the sign.

4. For Case C where s ∕h> 0.8, force coefficients shall be multiplied by the reduction factor (1.8 − s ∕h). It is permitted to apply this
reduction with those specified in Note 3.

5. Linear interpolation is permitted for values of s ∕h, B ∕s, and Lr ∕s other than shown.

FIGURE 29.3-1 (Continued). DesignWind Loads (All Heights): Force Coefficients,Cf, for Other Structures—Solid FreestandingWalls and Solid
Freestanding Signs
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Force Coefficients, Cf

Cross Section Type of Surface

h∕D

1 7 25

Square (wind normal to face) All 1.3 1.4 2.0
Square (wind along diagonal) All 1.0 1.1 1.5
Hexagonal or octagonal All 1.0 1.2 1.4
Round, D

ffiffiffiffi
qz

p
> 2.5 Moderately smooth 0.5 0.6 0.7

D
ffiffiffiffi
qz

p
> 5.3 (in S.I.) Rough (D 0 ∕D= 0.02) 0.7 0.8 0.9

Very rough (D 0 ∕D= 0.08) 0.8 1.0 1.2
Round, D

ffiffiffiffi
qz

p ≤ 2.5 All 0.7 0.8 1.2
D

ffiffiffiffi
qz

p ≤ 5.3 (in S.I.)

Notation
D = Diameter of circular cross section and least horizontal dimension of square, hexagonal, or octagonal cross sections at elevation

under consideration, in ft (m)
D 0 = Depth of protruding elements such as ribs and spoilers, in ft (m)
h = Height of structure, in ft (m)
qz = Velocity pressure evaluated at height z above ground, in lb ∕ft2 (N ∕m2).

Notes

1. The design wind force shall be calculated based on the area of the structure projected on a vertical plane normal to the wind
direction.
The force shall be assumed to act parallel to the wind direction.

2. Linear interpolation is permitted for h ∕D values other than shown.

FIGURE 29.4-1 Other Structures (All Heights): Force Coefficients, Cf , for Chimneys, Tanks, and Similar Structures

Force Coefficients, Cf

ε Flat-Sided Members

Rounded Members

D
ffiffiffiffiffiffi
qz

p
≤2.5

ðD ffiffiffiffiffiffi
qz

p
≤5.3Þ s.i

D
ffiffiffiffiffiffi
qz

p
>2.5

ðD ffiffiffiffiffiffi
qz

p
>5.3Þ s.i

<0.1 2.0 1.2 0.8
0.1 to 0.29 1.8 1.3 0.9
0.3 to 0.7 1.6 1.5 1.1

Notation
ε = Ratio of solid area to gross area
D = Diameter of a typical round member, in ft (m)
qz = Velocity pressure evaluated at height z above ground, in lb ∕ft2 (N ∕m2)

Notes

1. Signs with openings making up 30% or more of the gross area are classified as open signs.
2. Calculation of the design wind forces shall be based on the area of all exposed members and elements projected on a plane normal

to the wind direction. Forces shall be assumed to act parallel to the wind direction.
3. Area Af consistent with these force coefficients is the solid area projected normal to the wind direction.

FIGURE 29.4-2 Other Structures (All Heights): Force Coefficients, Cf , for Open Signs and Single-Plane Open Frames
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Force Coefficients, Cf

Tower Cross Section Cf

Square 4.0ε2 − 5.9εþ 4.0
Triangle 3.4ε2 − 4.7εþ 3.4

Notation
ε = Ratio of solid area to gross area of one tower face for the segment under consideration.

Notes

1. For all wind directions considered, the area Af consistent with the specified force coefficients shall be the solid area of a tower
face projected on the plane of that face for the tower segment under consideration.

2. The specified force coefficients are for towers with structural angles or similar flat-sided members.
3. For towers containing rounded members, it is acceptable to multiply the specified force coefficients by the following factor when

determining wind forces on such members:

0.51ε2 þ 0.57, but not> 1.0

4. Wind forces shall be applied in the directions resulting in maximum member forces and reactions. For towers with square cross
sections, wind forces shall be multiplied by the following factor when the wind is directed along a tower diagonal:

1þ 0.75ε, but not> 1.2

5. Wind forces on tower appurtenances such as ladders, conduits, lights, and elevators, shall be calculated using appropriate force
coefficients for these elements.

6. Loads caused by ice accretion as described in Chapter 10 shall be accounted for.

FIGURE 29.4-3 Other Structures (All Heights): Force Coefficients, Cf , for Open Structures—Trussed Towers

Diagrams

Notation
C = Clearance height above the ground, in ft (m).
D = Diameter of a circular structure, in ft (m).
h =Mean roof height, in ft (m).
H = Solid cylinder height, in ft (m).
Z = Height to centroid of projected area of circular structure, in ft (m).
α = Angle from wind direction to a point on the wall of a circular bin, silo, or tank, in degrees.

FIGURE 29.4-4 Other Structures, DesignWind Loads for MainWind Force Resisting Systems [h < 120 ft (h < 36.6 m)]: Circular Bins, Silos,
and Tanks on the Ground or Supported by Columns, where D ≤120 ft (D ≤36.6 m), 0.25≤H∕D < 4.0
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29.4.2.2 Roofs of Isolated Circular Bins, Silos, and
Tanks. The net design pressures on the roofs of circular bins,
silos, and tanks shall be determined from Eq. (29.4-4):

p= qhðGCp − ðGCpiÞÞðlb ∕ft2Þ (29.4-4)

p= qhðGCp − ðGCpiÞÞðN ∕m2Þ (29.4-4.si)

where

qh = velocity pressure for all surfaces evaluated at mean roof
height h;

Cp = external pressure coefficient from Fig. 29.4-5 for roofs;
(GCpi) = internal pressure coefficient for roofed structures from

Section 26.13, and
G = gust-effect factor from Section 26.11.

The external pressures on the conical, flat, or dome roofs (roof
angle less than 10°) of circular bins, silos, or tanks shall be equal to
the external pressure coefficients,Cp, given in Fig. 29.4-5 for Zones
1 and 2. The external pressures for dome roofs (roof angle greater
than 10°) shall be determined from Fig. 27.3-2.

29.4.2.3 Undersides of Isolated Elevated Circular Bins, Silos,
and Tanks. External pressure coefficients Cp for the underside
of elevated circular bins, silos, or tanks with clearance height, C,
above ground less than or equal to the solid cylinder height, H,
shall be taken as 0.8 and −0.6. For structures with clearance
height above ground of less than or equal to one-third of the
cylinder height, use linear interpolation between these values and
Cp = 0.0 according to the ratio of C ∕h, where C and h are defined
as shown in Fig. 29.4-4.

29.4.2.4 Roofs and Walls of Grouped Circular Bins, Silos,
and Tanks. For closely spaced groups of three or more circular
bins, silos, or tanks with center-to-center spacing less than 1.25D,
roof pressure coefficients, Cp, and drag force coefficient, Cf , on
projected walls shall be calculated using Fig. 29.4-6. The net design
pressures on the roofs shall be determined from Eq. (29.4-4). The
overall drag shall be calculated based on Eq. (29.4-1).

29.4.3 Rooftop Solar Panels for Buildings of All Heights
with Flat Roofs or Gable or Hip Roofs with Slopes
Less Than 7°. As illustrated in Fig. 29.4-7, the design wind
pressure for rooftop solar panels apply to those located on
enclosed or partially enclosed buildings of all heights with flat
roofs, or with gable or hip roof slopes with θ≤ 7°, with panels
conforming to:

Lp ≤ 6.7 ft ð2.04 mÞ,
ω≤ 35°,
h1 ≤ 2 ft ð0.61 mÞ,
h2 ≤ 4 ft ð1.22 mÞ,

with a minimum gap of 0.25 in. (6.4 mm) provided between all
panels, and the spacing of gaps between panels not exceeding
6.7 ft (2.04 m). In addition, the minimum horizontal clear
distance between the panels and the edge of the roof shall be
the larger of 2ðh2 − hptÞ and 4 ft (1.2m) for the design pressures
in this section to apply. The design wind pressure for rooftop
solar panels shall be determined by Eq. (29.4-5) and (29.4-6):

p= qhðGCrnÞðlb ∕ft2Þ (29.4-5)

p= qhðGCrnÞðN ∕m2Þ (29.4-5.si)

where

ðGCrnÞ= ðγpÞðγcÞðγEÞðGCrnÞnom (29.4-6)

where

γp = minð1.2; 0.9þ hpt ∕hÞ;
γc = maxð0.6þ 0.06Lp; 0.8Þ; and
γE = 1.5 for uplift loads on panels that are exposed and

within a distance 1.5ðLpÞ from the end of a row at an
exposed edge of the array; γE = 1.0 elsewhere for
uplift loads and for all downward loads, as illustrated
in Fig. 29.4-7. A panel is defined as exposed if d1 to
the roof edge > 0.5h and one of the following applies:
1. d1 to the adjacent array> maxð4h2, 4 ft (1.2m)

or
2. d2 to the next adjacent panel> maxð4h2; 4 ft

(1.2m).
ðGCrnÞnom = nominal net pressure coefficient for rooftop solar

panels as determined from Fig. 29.4-7.

When, ω≤ 2°, h2 ≤ 0.83 ft (0.25 m), and a minimum gap of
0.25 in. (6.4 mm) is provided between all panels, and the spacing
of gaps between panels does not exceed 6.7 ft (2.04 m), the
procedure of Section 29.4.4 shall be permitted.

The roof shall be designed for both of the following:

1. The case where solar collectors are present.Wind loads acting
on solar collectors in accordance with this section shall be
applied simultaneously with roof wind loads specified in
other sections acting on areas of the roof not covered by the
plan projection of solar collectors. For this case, roof wind
loads specified in other sections need not be applied on areas
of the roof covered by the plan projection of solar collectors.

2. Cases where the solar arrays have been removed.

29.4.4 Rooftop Solar Panels Parallel to the Roof Surface on
Buildings of All Heights and Roof Slopes. The design wind
pressures for rooftop solar panels located on enclosed or partially
enclosed buildings of all heights, with panels parallel to the roof
surface, with a tolerance of 2° and with a maximum height above
the roof surface, h2, not exceeding 10 in. (0.25 m) shall be
determined in accordance with this section. A minimum gap of
0.25 in. (6.4 mm) shall be provided between all panels, with the
spacing of gaps between panels not exceeding 6.7 ft (2.04 m). In
addition, the array shall be located at least 2h2 from the roof edge,
a gable ridge, or a hip ridge. The design wind pressure for rooftop
solar collectors shall be determined by Eq. (29.4-7):

p= qhðGCpÞðγEÞðγaÞðlb ∕ft2Þ (29.4-7)

p= qhðGCpÞðγEÞðγaÞðN ∕m2Þ (29.4-7.si)

where

(GCp) = external pressure coefficient for C&C of roofs with
respective roof zoning, determined from Figs. 30.3-
2A-I through 30.3-7 or 30.5-1;

γE = array edge factor = 1.5 for uplift loads on panels that
are exposed and within a distance 1.5ðLpÞ from the end
of a row at an exposed edge of the array; γE = 1.0
elsewhere for uplift loads and for all downward loads,
as illustrated in Fig. 29.4-7. A panel is defined as
exposed if d1 to the roof edge> 0.5h and one of the
following applies:
1. d1 to the adjacent array> 4 ft (1.2 m) or
2. d2 to the next adjacent panel> 4 ft. (1.2 m);

γa = solar panel pressure equalization factor, defined in
Fig. 29.4-8.
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Diagrams

Notation
b = Determined below, in ft (m), dependent on H ∕D for roofs with average θ less than 10 degrees.
h =Mean roof height, in ft (m).
H = The solid cylinder height, in ft (m).
D = Diameter of a circular structure, in ft (m).
θ = Angle of plane of roof from horizontal, in degrees.

External Pressure Coefficients, Cp

Zone 1 −0.8
Zone 2 −0.5

Notes
For roofs with average θ less than 10 degrees, the dimension, b, shall be determined as follows:

H∕D b

0.25 0.2D
0.5 0.5D
≥1.0 0.1h + 0.6D

Linear interpolation shall be permitted.

FIGURE 29.4-5 Other Structures, Design Wind Loads for Main Wind Force Resisting Systems [h < 120 ft ðh < 36.6 mÞ]: External Pressure
Coefficients, Cp , for Isolated Roofs of Circular Bins, Silos, and Tanks, where D ≤120 ft (D ≤36.6 m), 0.25≤H∕D < 4.0
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Diagrams

Notation
D = Diameter of a circular structure, in ft (m).
h =Mean roof height, in ft (m).
H = The solid cylinder height, in ft (m).
θ = Angle of plane of roof from horizontal, in degrees.

Drag Force Coefficient (Cf ) on Projected Walls

H∕D Cf Use with

<1 1.3 qh
2 1.1 qh
4 1.0 qh

Roof Pressure Coefficients, Cp, for Use with qh

H∕D Zone 1 Zone 2

θ < 10° ≤ 0.5 −0.9 −0.5
≥1.0 −1.3 −0.7

10° < θ < 30° ≤ 4 −1.0 −0.6

FIGURE 29.4-6 Other Structures, Design Loads for Main Wind Force Resisting Systems [h < 120 ft ðh < 36.6 mÞ]: Drag Force Coefficients,
Cf , and Roof Pressure Coefficients, Cp , for Grouped Circular Bins, Silos, and Tanks on the Ground or Supported by Columns, Where

D ≤120 ft (D ≤36.6 m), 0.25≤H∕D < 4.0, and Center-to-Center Spacing ≤1.25
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Diagrams

FIGURE 29.4-7 Design Wind Loads (All Heights): Rooftop Solar Panels for Enclosed and Partially Enclosed Buildings, Roof θ≤7°

continues
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The roof shall be designed for both of the following:

1. The case where solar panels are present. Wind loads acting
on solar collectors in accordance with this section shall be
applied simultaneously with roof wind loads specified in
other sections acting on areas of the roof not covered by the
plan projection of solar collectors. For this case, roof wind
loads specified in other sections need not be applied on

areas of the roof covered by the plan projection of solar
collectors.

2. Case where the solar panels have been removed.

29.5 PARAPETS

Wind loads on parapets are specified in Section 27.3.5 for
buildings of all heights designed using the Directional Procedure

FIGURE 29.4-8 Solar Panel Pressure Equalization Factor, γa , for Enclosed and Partially Enclosed Buildings of All Heights

Notation
A = Effective wind area, in ft2 (m2).
An = Normalized wind area, non-dimensional.
d1 = For rooftop solar array, horizontal distance orthogonal to the panel edge to an adjacent panel or the building edge, ignoring

any rooftop equipment in Fig. 29.4-7, in ft (m).
d2 = For rooftop solar arrays, horizontal distance from the edge of one panel to the nearest edge in the next row in Fig. 29.4-7,

in ft (m).
h =Mean roof height of a building except that eave height shall be used for roof angle θ less than or equal to 10°, in ft (m).
h1 = Height of the gap between the panels and the roof surface, in ft (m).
h2 = Height of a solar panel above the roof at the upper edge of the panel, in ft (m).
hpt =Mean parapet height above the adjacent roof surface for use with Eq. (29.4-5), in ft (m).
Lp = Panel chord length.
WL =Width of a building on its longest side in Fig. 29.4-7, in ft (m).
WS =Width of a building on its shortest side in Fig. 29.4-7, in ft (m).
γE = Array edge factor as defined in Section 29.4.4.
θ = Angle of plane of roof from horizontal, in degrees.
ω = Angle that the solar panel makes with the roof surface in Fig. 29.4-7, in degrees.

Notes
1. (GCrn) acts toward (+) and away (-) from the top surface of the panels.
2. Linear interpolation is allowed for ω between 5° and 15°.
3. An = ð1; 000 ∕ ½maxðLb; 15Þ2�A, where A is the effective wind area of the structural element of the solar panel being considered,

and Lb is the minimum of 0.4(hWL)
0.5 or h or Ws in ft (m).

FIGURE 29.4-7 (Continued ). Design Wind Loads (All Heights): Rooftop Solar Panels for Enclosed and Partially Enclosed Buildings, Roof θ≤7°
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and in Section 28.3.2 for low-rise buildings designed using the
Envelope Procedure.

29.6 ROOF OVERHANGS

Wind loads on roof overhangs are specified in Section 27.3.4 for
buildings of all heights designed using the Directional Procedure
and in Section 28.3.3 for low-rise buildings designed using the
Envelope Procedure.

29.7 MINIMUM DESIGN WIND LOADING

The design wind force for other structures shall be not less than
16 lb ∕ft2 (0.77 kN ∕m2) multiplied by the area Af .

29.8 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

No consensus standards and other documents that shall be
considered part of this standard are referenced in this chapter.
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CHAPTER 30

WIND LOADS: COMPONENTS AND CLADDING

30.1 SCOPE

30.1.1 Building Types. This chapter applies to the determination
of wind pressures on components and cladding (C&C) on buildings.

1. Part 1 is applicable to an enclosed or partially enclosed

• Low-rise building (see definition in Section 26.2); or
• Building with h ≤ 60 ft (18.3 m).

The building has a flat roof, gable roof, multispan gable
roof, hip roof, monoslope roof, stepped roof, or sawtooth roof,
and the wind pressures are calculated from a wind pressure
equation.

2. Part 2 is a simplified approach and is applicable to an enclosed

• Low-rise building (see definition in Section 26.2); or
• Building with h ≤ 60 ft (18.3 m).

The building has a flat roof, gable roof, or hip roof, and
the wind pressures are determined directly from a table.

3. Part 3 is applicable to an enclosed or partially enclosed

• Building with h > 60 ft (18.3 m).

The building has a flat roof, pitched roof, gable roof, hip
roof, mansard roof, arched roof, or domed roof, and the wind
pressures are calculated from a wind pressure equation.

4. Part 4 is a simplified approach and is applicable to an enclosed

• Building with 60 ft < h ≤ 160 ft (18.3 m < h ≤ 48.8 m).

The building has a flat roof, gable roof, hip roof, mono-
slope roof, or mansard roof, and the wind pressures are
determined directly from a table.

5. Part 5 is applicable to an open building of all heights that has a
pitched free roof, monoslope free roof, or troughed free roof.

6. Part 6 is applicable to building appurtenances such as roof
overhangs, parapets, and rooftop equipment.

7. Part 7 is applicable to non-building structures – circular bins,
silos and tanks; and rooftop solar panels.

• Circular Bins, Silos and Tanks: h ≤ 120 ft (38.6m).
• Rooftop Solar Panels: Buildings of all heights with flat
roofs or Gable or Hip Roofs with roof slopes less than or
equal to 7 degrees

30.1.2 Conditions. A building that has design wind loads
determined in accordance with this chapter shall comply with
all of the following conditions:

1. The building is a regular-shaped building as defined in
Section 26.2; and

2. The building does not have response characteristics that make
it subject to across-wind loading, vortex shedding, or insta-
bility caused by galloping or flutter; nor does it have a site

location for which channeling effects or buffeting in the wake
of upwind obstructions warrant special consideration.

30.1.3 Limitations. The provisions of this chapter take into
consideration the load magnification effect caused by gusts in
resonance with along-wind vibrations of flexible buildings.
The loads on buildings that do not meet the requirements of
Section 30.1.2 or that have unusual shapes or response
characteristics shall be determined using recognized literature
documenting such wind load effects or shall use the wind tunnel
procedure specified in Chapter 31.

30.1.4 Shielding. There shall be no reductions in velocity
pressure caused by apparent shielding afforded by buildings
and other structures or terrain features.

30.1.5 Air-Permeable Cladding. Design wind loads deter-
mined from Chapter 30 shall be used for air-permeable
claddings, including modular vegetative roof assemblies, unless
approved test data or recognized literature demonstrates lower
loads for the type of air-permeable cladding being considered.

30.2 GENERAL REQUIREMENTS

30.2.1 Wind Load Parameters Specified in Chapter 26. The
following wind load parameters are specified in Chapter 26:

• Basic wind speed, V (Section 26.5).
• Wind directionality factor, Kd (Section 26.6).
• Exposure category (Section 26.7).
• Topographic factor, Kzt (Section 26.8).
• Ground elevation factor, Ke (Section 26.9)
• Velocity pressure exposure coefficient, Kz or Kh (Section
26.10.1); Velocity pressure, qz (Section 26.10.2)

• Gust-effect factor (Section 26.11).
• Enclosure classification (Section 26.12).
• Internal pressure coefficient, (GCpi) (Section 26.13).

30.2.2 Minimum Design Wind Pressures. The design wind
pressure for C&C of buildings shall not be less than a net pressure
of 16 lb∕ft2 (0.77 kN∕m2) acting in either direction normal to the
surface.

30.2.3 Tributary Areas Greater than 700 ft2 (65 m2).
C&C elements with tributary areas greater than 700 ft2

(65 m2) shall be permitted to be designed using the provisions
for main wind force resisting systems (MWFRS).

30.2.4 External Pressure Coefficients. Combined gust-effect
factor and external pressure coefficients for C&C, (GCp), are
given in the figures associated with this chapter. The pressure
coefficient values and gust-effect factor shall not be separated.
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PART 1: LOW-RISE BUILDINGS

User Note: Use Part 1 of Chapter 30 to determine wind
pressures on C&C of enclosed and partially enclosed low-rise
buildings that have roof shapes as specified in the applicable
figures. The provisions in Part 1 are based on the Envelope
Procedure, with wind pressures calculated using the specified
equation as applicable to each building surface. For buildings for
which these provisions are applicable, this method generally
yields the lowest wind pressures of all analytical methods
contained in this standard.

30.3 BUILDING TYPES

The provisions of Section 30.3 are applicable to an enclosed and
partially enclosed

• Low-rise building (see definition in Section 26.2); or
• Building with h ≤ 60 ft (18.3 m).

The building has a flat roof, gable roof, multispan gable roof,
hip roof, monoslope roof, stepped roof, or sawtooth roof. The
steps required for the determination of wind loads on C&C for
these building types are shown in Table 30.3-1.

30.3.1 Conditions. For the determination of the design wind
pressures on the C&C using the provisions of Section 30.3.2, the
conditions indicated on the selected figure(s) shall be applicable
to the building under consideration.

30.3.2 Design Wind Pressures. Design wind pressures on C&C
elements of low-rise buildings and buildings with h ≤ 60 ft
(h ≤ 18.3 m) shall be determined from the following equation:

p= qh½ðGCpÞ − ðGCpiÞ�ðlb∕ft2Þ (30.3-1)

p= qh½ðGCpÞ − ðGCpiÞ�ðN∕m2Þ (30.3-1.si)
where

qh = velocity pressure evaluated at mean roof height h as
defined in Section 26.10;

(GCp) = external pressure coefficients given in:

• Fig. 30.3-1 (walls),
• Figs. 30.3-2A–I (flat roofs, gable roofs and hip roofs),
• Fig. 30.3-3 (stepped roofs),
• Fig. 30.3-4 (multispan gable roofs),
• Figs. 30.3-5A–B (monoslope roofs),
• Fig. 30.3-6 (sawtooth roofs),
• Fig. 30.3-7 (domed roofs),
• Fig. 27.3-3, Note 4 (arched roofs);

(GCpi) = internal pressure coefficient given in Table 26.13-1.

PART 2: LOW-RISE BUILDINGS (SIMPLIFIED)

User Note: Part 2 of Chapter 30 is a simplified method to
determine wind pressures on C&C of enclosed low-rise build-
ings that have flat, gable, or hip roof shapes. The provisions of
Part 2 are based on the Envelope Procedure of Part 1 with wind
pressures determined from a table and adjusted as appropriate.

30.4 BUILDING TYPES

The provisions of Section 30.4 are applicable to an enclosed

• Low-rise building (see definition in Section 26.2); or
• Building with h ≤ 60 ft (18.3 m).

The building has a flat roof, gable roof, or hip roof. The steps
required for the determination of wind loads on C&C for these
building types are shown in Table 30.4-1.

30.4.1 Conditions. For the design of C&C, the building shall
comply with all the following conditions:

1. The mean roof height h must be less than or equal to 60 ft
(18.3 m) [h ≤ 60 ft (h ≤ 18.3 m)].

2. The building is enclosed as defined in Section 26.2 and
conforms to the wind-borne debris provisions of Section
26.12.3.

3. The building is a regular-shaped building as defined in
Section 26.2.

4. The building does not have response characteristics that make
it subject to across-wind loading, vortex shedding, or insta-
bility caused by galloping or flutter; nor does it have a site
location for which channeling effects or buffeting in the wake
of upwind obstructions warrant special consideration.

5. The building has either a flat roof, a gable roof with
θ ≤ 45°, or a hip roof with θ ≤ 27°.

30.4.2 DesignWind Pressures. Net design wind pressures, pnet,
for C&C of buildings designed using the procedure specified
herein represent the net pressures (sum of internal and external)
that shall be applied normal to each building surface as shown in
Fig. 30.4-1. pnet shall be determined by the following equation:

pnet = λKztpnet30 (30.4-1)

where

λ = adjustment factor for building height and exposure from
Fig. 30.4-1;

Kzt = topographic factor as defined in Section 26.8, evaluated
at 0.33 mean roof height, 0.33h; and

pnet30 = net design wind pressure for Exposure B, at h= 30 ft
(h= 9.1 m), from Fig. 30.4-1.

Table 30.3-1 Steps to Determine C&C Wind Loads for Enclosed
and Partially Enclosed Low-Rise Buildings

Step 1: Determine risk category; see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for applicable risk category; see

Figs. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:

• Wind directionality factor, Kd ; see Section 26.6 and
Table 26.6-1.

• Exposure category B, C, or D; see Section 26.7.
• Topographic factor, Kzt ; see Section 26.8 and Fig. 26.8-1.
• Ground elevation factor, Ke; Section 26.9 and Table 26.9-1
• Enclosure classification; see Section 26.12.
• Internal pressure coefficient, (GCpi); see Section 26.13 and

Table 26.13-1.
Step 4:Determine velocity pressure exposure coefficient,Kh; see Table 26.10-1.
Step 5: Determine velocity pressure, qh, Eq. (26.10-1).
Step 6: Determine external pressure coefficient, (GCp):

• Walls; see Fig. 30.3-1.
• Flat roofs, gable roofs, hip roofs; see Fig. 30.3-2.
• Stepped roofs; see Fig. 30.3-3.
• Multispan gable roofs; see Fig. 30.3-4.
• Monoslope roofs; see Fig. 30.3-5.
• Sawtooth roofs; see Fig. 30.3-6.
• Domed roofs; see Fig. 30.3-7.
• Arched roofs; see Fig. 27.3-3, Note 4.

Step 7: Calculate wind pressure, p; Eq. (30.3-1).
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Notation 
a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least 

horizontal dimension or 3 ft (0.9 m). 

Exception: For buildings with θ = 0° to 7° and a least horizontal dimension greater than 300 ft (90 m), 
dimension a shall be limited to a maximum of 0.8h. 

h = Mean roof height, in ft (m), except that eave height shall be used for θ ≤ 10°. 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 

1. Vertical scale denotes (GCp)

(GCp)

to be used with qh. 
2. Horizontal scale denotes effective wind area, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. Values of for walls shall be reduced by 10% when θ ≤ 10°. 

Diagram

External Pressure Coefficient, (GCp) - Walls 

ELEVATION

FIGURE 30.3-1 Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Walls
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PLAN

ELEVATION

Notation 

Diagrams

B = Horizontal dimension of building measured normal to wind direction, in ft (m). 
h =  Eave height shall be used for θ = 10°. 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 
1. Vertical scale denotes (GCp) to be used with qh. 
2. Horizontal scale denotes effective wind area, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. If a parapet equal to or higher than 3 ft (0.9 m) is provided around the perimeter of the roof with θ ≤ 7°, the negative 
    values of (GCp) in Zone 3 shall be equal to those for Zone 2, and positive values of (GCp)  in Zones 2 and 3 shall be set
    equal to those for wall Zones 4 and 5, respectively, in Fig. 30.3-1. 
6. Values of (GCp) for roof overhangs include pressure contributions from both upper and lower surfaces. 
7. If overhangs exist, the lesser horizontal dimension of the building shall not include any overhang dimension, but the edge
    distance, a, shall be measured from the outside edge of the overhang.  

External Pressure Coefficients

FIGURE 30.3-2A Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Gable Roofs, θ ≤ 7°
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Notation 

Diagrams

a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal 
      dimension or 3 ft (0.9 m). If an overhang exists, the edge distance shall be measured from the outside edge of the 
      overhang. The horizontal dimensions used to compute the edge distance shall not include any overhang distances. 
B = Horizontal dimension of building measured normal to wind direction, in ft (m). 
h = Mean roof height, in ft (m), except that eave height shall be used for θ ≤ 10°. 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 
1. Vertical scale denotes (GCp) to be used with qh. 
2. Horizontal scale denotes effective wind area, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. Values of (GCp) for roof overhangs include pressure contributions from both upper and lower surfaces. 
6. If overhangs exist, the lesser horizontal dimension of the building shall not include any overhang dimension, but the 

edge distance, a, shall be measured from the outside edge of the overhang. 

PLAN

ELEVATION

External Pressure Coefficients

FIGURE 30.3-2B Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Gable Roofs, 7° < θ ≤ 20°
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Notation 

Diagrams

a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal 
dimension or 3 ft (0.9 m). If an overhang exists, the edge distance shall be measured from the outside  edge of
the overhang. The horizontal dimensions used to compute the edge distance shall not include any overhang
distances. 

B = Horizontal dimension of building measured normal to wind direction, in ft (m). 
h = Mean roof height, in ft (m). 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 

1. Vertical scale denotes (GCp)  to be used with qh. 
2. Horizontal scale denotes effective wind area, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. Values of for roof overhangs include pressure contributions from both upper and lower surfaces. 
6. If overhangs exist, the lesser horizontal dimension of the building shall not include any overhang dimension, but the
    edge distance, a, shall be measured from the outside edge of the overhang. 

External Pressure Coefficients

PLAN

ELEVATION

(GCp) 

FIGURE 30.3-2C Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Gable Roofs, 20° < θ ≤ 27°
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Notation 

Diagrams

a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal 
       dimension or 3 ft (0.9 m). If an overhang exists, the edge distance shall be measured from the outside  edge of the
      overhang. The horizontal dimensions used to compute the edge distance shall not include any overhang distances. 
B = Horizontal dimension of building measured normal to wind direction, in ft (m). 
h = Mean roof height, in ft (m). 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 
1. Vertical scale denotes to be used with qh. 
2. Horizontal scale denotes effective wind area, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. Values of for roof overhangs include pressure contributions from both upper and lower surfaces. 
6. If overhangs exist, the lesser horizontal dimension of the building shall not include any overhang dimension, but the 

edge distance, a, shall be measured from the outside edge of the overhang. 

External Pressure Coefficients

PLAN

ELEVATION

(GCp) 

(GCp) 

FIGURE 30.3-2D Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Gable Roofs, 27° < θ ≤ 45°
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Notation 

Diagrams

a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal 
       dimension or 3 ft (0.9 m). If an overhang exists, the edge distance shall be measured from the outside edge of the 
       overhang. The horizontal dimensions used to compute the edge distance shall not include any overhang distances. 
h = Mean roof height, in ft (m), except that eave height shall be used for θ ≤ 10°. 
B = Horizontal dimension of building measured normal to wind direction, in ft (m).
θ = Angle of plane of roof from horizontal, in degrees. 

Notes
1. Vertical scale denotes (GCp) to be used with qh. 
2. Horizontal scale denotes effective wind area, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. If overhangs exist, the lesser horizontal dimension of the building shall not include any overhang dimension, but the 

edge distance, a, shall be measured from the outside edge of the overhang. 
6. Interpolation of between the two different h/B values is required for 0.5 < h/B < 0.8. 
7. B for Zone 3 is the least horizontal dimension. B for Zones 1 and 2e is normal to the building width and normal to the 

eave defining Zone 2e. 

External Pressure Coefficients

PLAN

ELEVATION

(GCp) 

FIGURE 30.3-2E Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Hip Roofs, 7° < θ ≤ 20° (Roof)
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Notation 

Diagrams

a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal 
       dimension or 3 ft (0.9 m). If an overhang exists, the edge distance shall be measured from the outside  edge of the
       overhang. The horizontal dimensions used to compute the edge distance shall not include any overhang distances. 
h = Mean roof height, in ft (m), except that eave height shall be used for θ ≤ 10°. 
B = Horizontal dimension of building measured normal to wind direction, in ft (m). 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 

1. Vertical scale denotes to be used with qh. 
2. Horizontal scale denotes effective wind area, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. Values of for roof overhangs include pressure contributions from both upper and lower surfaces. 
6. If overhangs exist, the lesser horizontal dimension of the building shall not include any overhang dimension, but the 

edge distance, a, shall be measured from the outside edge of the overhang.   
7. Interpolation of between the two different h/B values is required for 0.5 < h/B < 0.8. 
8. B for Zone 3 is the l east horizontal dimension. B for Zones 1 and 2e is normal to the building width normal to the 

eave defining Zone 2e. 

External Pressure Coefficients

PLAN

ELEVATION

(GCp) 

(GCp) 

(GCp) 

FIGURE 30.3-2F Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Hip Roofs, 7° < θ ≤ 20° (Overhang)

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 341

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



Notation 

Diagrams

a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal 
       dimension or 3 ft (0.9 m). If an overhang exists, the edge distance shall be measured from the outside  edge of the
       overhang. The horizontal dimensions used to compute the edge distance shall not include any overhang distances. 
B = Horizontal dimension of building measured normal to wind direction, in ft (m). 
h = Mean roof height, in ft (m). 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 
1. Vertical scale denotes to be used with qh. 
2. Horizontal scale denotes effective wind area, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. Values of for roof overhangs include pressure contributions from both upper and lower surfaces. 
6. If overhangs exist, the lesser horizontal dimension of the building shall not include any overhang dimension, but the 

edge distance, a, shall be measured from the outside edge of the overhang.  

External Pressure Coefficients

PLAN

ELEVATION

(GCp) 

(GCp) 

FIGURE 30.3-2G Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Hip Roofs, 20° < θ ≤ 27° (Roof and Overhang)
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Notation 

Diagrams

a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal 
      dimension or 3 ft (0.9 m). If an overhang exists, the edge distance shall be measured from the outside  edge of the
      overhang. The horizontal dimensions used to compute the edge distance shall not include any overhang distances. 
B = Horizontal dimension of building measured normal to wind direction, in ft (m). 
h = Mean roof height, in ft (m). 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 
1. Vertical scale denotes to be used with qh. 
2. Horizontal scale denotes effective wind area, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. If overhangs exist, the lesser horizontal dimension of the building shall not include any overhang dimension, but the 

edge distance, a, shall be measured from the outside edge of the overhang. 
7. Amin = the minimum tributary area (i.e., areas less than Amin are to use (GCp) value for Amin). 
8. Amax = the maximum tributary area (i.e., areas greater than Amax are to use (GCp) value for Amax). 
9. (GCp) values given for roof slope, θ = 45°; for other slopes use the equations. 

External Pressure Coefficients

PLAN

ELEVATION

(GCp) 

FIGURE 30.3-2H Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Hip Roofs, 27° < θ ≤ 45° (Roof)
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Notation 

Diagrams

a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal 
      dimension or 3 ft (0.9 m). If an overhang exists, the edge distance shall be measured from the outside  edge of the
      overhang. The horizontal dimensions used to compute the edge distance shall not include any overhang distances. 
B = Horizontal dimension of building measured normal to wind direction, in ft (m). 
h = Mean roof height, in ft (m). 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 

1. Vertical scale denotes (GCp) to be used with qh. 
2. Horizontal scale denotes effective wind area, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. Values of (GCp) for roof overhangs include pressure contributions from both upper and lower surfaces. 
6. If overhangs exist, the lesser horizontal dimension of the building shall not include any overhang dimension, but the 

edge distance, a, shall be measured from the outside edge of the overhang.  
7. Amin = the minimum tributary area (i.e., areas less than Amin are to use (GCp) value for Amin). 
8. Amax = the maximum tributary area (i.e., areas greater than Amax are to use (GCp) value for Amax). 
9. (GCp) values given for roof slope, θ = 45°; for other slopes use the equations. 

External Pressure Coefficients

PLAN

ELEVATION

FIGURE 30.3-2I Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Hip Roofs, 27° < θ ≤ 45° (Overhang)
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Notation 

Diagrams

a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal 
dimension or 3 ft (0.9 m). 

b = 1.5h1, but not greater than 100 ft (30.5 m). 
h = Mean roof height, in ft (m).
hi = h1 or h2; h = h1 + h2; h1 ≥ 10 ft (3.1 m); hi/h = 0.3 to 0.7.
W = Building width.
Wi = W1 or W2 or W3 in Fig. 30.3-1. W = W1 + W2 or W1 + W2 + W3; Wi/W = 0.25 to 0.75.
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 
On the lower level of flat, stepped roofs shown here, the zone designations and pressure coefficients shown in 
Fig. 30.3-2A shall apply, except that at the roof–upper wall intersection(s), Zone 3 shall be treated as Zone 2
and Zone 2 shall be treated as Zone 1. Positive values of (GCp) equal to those for walls in Fig. 30.3-1 shall apply
on the cross-hatched areas shown here. 

ELEVATION

ELEVATION

FIGURE 30.3-3 Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Stepped Roofs
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a = 10% of least horizontal dimension of a single-span module or 0.4h, whichever is smaller, but not less than either 
4% of least horizontal dimension of a single-span module or 3 ft (0.9 m). 

h = Mean roof height, in ft (m), except that eave height shall be used for θ ≤ 10°. 
W = Building module width, in ft (m). 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 
1. Vertical scale denotes (GCp) to be used with qh. 
2. Horizontal scale denotes effective wind area A, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. For θ ≤ 10°, values of (GCp) from Fig. 30.3-2A shall be used. 

Notation 

External Pressure Coefficients

Diagrams

FIGURE 30.3-4 Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Multispan Gable Roofs
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Notation 
a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal 

dimension or 3 ft (0.9 m). 
h = Eave height shall be used for θ ≤ 10°. 
W = Building width, in ft (m). 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 
1. Vertical scale denotes (GCp) to be used with qh. 
2. Horizontal scale denotes effective wind area A, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. For θ ≤ 3°, values of (GCp) from Fig. 30.3-2A shall be used. 

Diagrams

External Pressure Coefficients

ELEVATION

FIGURE 30.3-5A Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Monoslope Roofs, 3° < θ ≤ 10°
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Notation 
a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal 

dimension or 3 ft (0.9 m). 
h = Mean roof height, in ft (m). 
W = Building width, in ft (m). 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 
1. Vertical scale denotes (GCp) to be used with qh. 
2. Horizontal scale denotes effective wind area A, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 

Diagrams

External Pressure Coefficients

ELEVATION

FIGURE 30.3-5B Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Monoslope Roofs, 10° < θ ≤ 30°
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Notation 
a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal 

dimension or 3 ft (0.9 m). 
h = Mean roof height, in ft (m), except that eave height shall be used for θ  ≤ 10°. 
W = Building module width, in ft (m). 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 
1. Vertical scale denotes (GCp) to be used with qh. 
2. Horizontal scale denotes effective wind area A, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. For θ ≤ 10°, values of (GCp) from Fig. 30.3-2A shall be used. 

Diagrams

External Pressure Coefficients

FIGURE 30.3-6 Components and Cladding [h ≤ 60 ft (h ≤ 18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed and Partially
Enclosed Buildings—Sawtooth Roofs
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PART 3: BUILDINGS WITH h> 60 ft (h> 18.3 m)

User Note: Use Part 3 of Chapter 30 for determining wind
pressures for C&C of enclosed and partially enclosed
buildings with h > 60 f t (18.3 m) that have roof shapes as
specified in the applicable figures. These provisions are based
on the Directional Procedure with wind pressures calculated
from the specified equation applicable to each building
surface.

30.5 BUILDING TYPES

The provisions of Section 30.5 are applicable to an enclosed or
partially enclosed building with a mean roof height h > 60 ft
(h < 18.3 m) with a flat roof, pitched roof, gable roof, hip roof,

mansard roof, arched roof, or domed roof. The steps required for
the determination of wind loads on C&C for these building types
are shown in Table 30.5-1.

30.5.1 Conditions. For the determination of the design wind
pressures on the C&C using the provisions of Section 30.5.2, the
conditions indicated on the selected figure(s) shall be applicable
to the building under consideration.

30.5.2 Design Wind Pressures. Design wind pressures on
C&C for all buildings with h > 60 ft (h<18.3 m) shall be
determined from the following equation:

p= qðGCpÞ − qiðGCpiÞðlb∕ft2Þ (30.5-1)

p= qðGCpÞ − qiðGCpiÞðN∕m2Þ (30.5-1.si)

where

q = qz for windward walls calculated at height z above the
ground;

q = qh for leeward walls, sidewalls, and roofs evaluated at
height h;

qi = qh for windward walls, sidewalls, leeward walls,
and roofs of enclosed buildings and for negative
internal pressure evaluation in partially enclosed
buildings;

qi = qz for positive internal pressure evaluation in partially
enclosed buildings where height z is defined as the level
of the highest opening in the building that could affect
the positive internal pressure. For positive internal
pressure evaluation, qi may conservatively be evaluated
at height hðqi = qhÞ;

Coefficients for Domes with a Circular Base 

(GCp) 

External Negative Positive Positive 
Pressure Pressures Pressures Pressures 

θ, degrees  0–90  0–60  61–90 
–0.9  +0.9  +0.5 

Notation 
f = Dome rise, in ft (m).
D = Diameter of a circular structure or member, in ft (m). 
hD = Height to base of dome, in ft (m). 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 
1. Values denote (GCp) to be used with q(hD+f) where hD + f is the height at the top of the dome. 
2. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
3. Each component shall be designed for the maximum positive and negative pressures. 
4. Values apply to 0 ≤ hD/D ≤ 0.5, 0.2 ≤ f/D ≤ 0.5. 
5. θ = 0 degrees on dome springline, θ = 90 degrees at dome center top point. f is measured from springline 

to top. 

Diagram

ELEVATION

PLAN

FIGURE 30.3-7 Components and Cladding (All Heights): External Pressure Coefficients, (GCp ), for Enclosed and Partially Enclosed
Buildings and Structures—Domed Roofs

Table 30.4-1 Steps to Determine C&C Wind Loads for Enclosed
Low-Rise Buildings (Simplified Method)

Step 1: Determine risk category; see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for applicable risk category; see

Figs. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:

• Exposure category B, C, or D; see Section 26.7.
• Topographic factor, Kzt; see Section 26.8 and Fig. 26.8-1.

Step 4: Enter figure to determine wind pressures at h= 30 ft, pnet30; see
Fig. 30.4-1.

Step 5: Enter figure to determine adjustment for building height and
exposure, λ; see Fig. 30.4-1.

Step 6: Determine adjusted wind pressures, pnet; see Eq. (30.4-1).
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Notation
a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal dimension or

            3 ft (0.9 m). 
Exception: For buildings with θ = 0° to 7° and a least horizontal dimension greater than 300 ft (90 m), dimension a shall be limited
to a maximum of 0.8 h.   

h
θ

  = Mean roof height, in ft (m), except that eave height shall be used for roof angles <10°. 
   = Angle of plane of roof from horizontal, in degrees. 

Notes 
1. Pressures shown are applied normal to the surface, for Exposure B, at h = 30 ft (9.1 m). Adjust to other conditions using Eq. (30.4-1).  
2. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
3. For hip roofs with θ ≤ 25°, Zone 3 shall be treated as Zone 2e and 2r.
4. For effective wind areas between those given, values may be in terpolated; otherwise use the value associated with the lower

effective wind area.  
5. If overhangs exist, the lesser horizontal dimension of the building shall not include any overhang dimension, but the edge distance,  

a, shall be measured from the outside edge of the overhang.  

Diagrams

FIGURE 30.4-1 Components and Cladding, Part 2 [h ≤ 60 ft (h ≤ 18.3 m)]: Design Wind Pressures for Enclosed
Buildings—Walls and Roofs

continues
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Net Design Wind Pressure, pnet30, in lb/ft2, for Exposure B at h = 30 ft, V= 95–130 mph 

  
Zone 

Effective      
Wind Area    

(ft2) 

Basic Wind Speed (mph)

 031021511011501 001 59  

W
al

ls
 

4 10 16.2 –17.6 18.0 –19.5 19.8 –21.5 21.8 –23.6 23.8 –25.8 25.9 –28.1 30.4 –33.0 
4 20 15.5 –16.9 17.2 –18.7 18.9 –20.6 20.8 –22.6 22.7 –24.7 24.7 –26.9 29.0 –31.6 
4 50 14.5 –15.9 16.1 –17.6 17.8 –19.4 19.5 –21.3 21.3 –23.3 23.2 –25.4 27.2 –29.8 
4 100 13.8 –15.2 15.3 –16.8 16.9 –18.5 18.5 –20.4 20.2 –22.2 22.0 –24.2 25.9 –28.4 
5 10 16.2 –21.7 18.0 –24.1 19.8 –26.6 21.8 –29.1 23.8 –31.9 25.9 –34.7 30.4 –40.7 
5 20 15.5 –20.3 17.2 –22.5 18.9 –24.8 20.8 –27.2 22.7 –29.7 24.7 –32.4 29.0 –38.0 
5 50 14.5 –18.3 16.1 –20.3 17.8 –22.4 19.5 –24.6 21.3 –26.9 23.2 –29.3 27.2 –34.3 
5 100 13.8 –16.9 15.3 –18.7 16.9 –20.6 18.5 –22.6 20.2 –24.7 22.0 –26.9 25.9 –31.6 

F
la

t/
H

ip
/G

ab
le

 R
oo

f 
0 

to
 7

 D
eg

re
es

 

1 10 6.6 –25.9 7.3 –28.7 8.1 –31.6 8.9 –34.7 9.7 –37.9 10.5 –41.3 12.4 –48.4 
1 20 6.2 –24.2 6.9 –26.8 7.6 –29.5 8.3 –32.4 9.1 –35.4 9.9 –38.5 11.6 –45.2 
1 50 5.6 –21.9 6.3 –24.3 6.9 –26.8 7.6 –29.4 8.3 –32.1 9.0 –34.9 10.6 –41.0 
1 100 5.2 –20.2 5.8 –22.4 6.4 –24.7 7.0 –27.1 7.7 –29.6 8.3 –32.2 9.8 –37.8 

1′  10 6.6 –14.9 7.3 –16.5 8.1 –18.2 8.9 –19.9 9.7 –21.8 10.5 –23.7 12.4 –27.8 
1′  20 6.2 –14.9 6.9 –16.5 7.6 –18.2 8.3 –19.9 9.1 –21.8 9.9 –23.7 11.6 –27.8 
1′  50 5.6 –14.9 6.3 –16.5 6.9 –18.2 7.6 –19.9 8.3 –21.8 9.0 –23.7 10.6 –27.8 
1′  100 5.2 –14.9 5.8 –16.5 6.4 –18.2 7.0 –19.9 7.7 –21.8 8.3 –23.7 9.8 –27.8 
2 10 6.6 –34.1 7.3 –37.8 8.1 –41.7 8.9 –45.7 9.7 –50.0 10.5 –54.4 12.4 –63.9 
2 20 6.2 –31.9 6.9 –35.4 7.6 –39.0 8.3 –42.8 9.1 –46.8 9.9 –50.9 11.6 –59.8 
2 50 5.6 –29.0 6.3 –32.2 6.9 –35.5 7.6 –38.9 8.3 –42.5 9.0 –46.3 10.6 –54.4 
2 100 5.2 –26.8 5.8 –29.7 6.4 –32.8 7.0 –36.0 7.7 –39.3 8.3 –42.8 9.8 –50.2 
3 10 6.6 –46.5 7.3 –51.5 8.1 –56.8 8.9 –62.3 9.7 –68.1 10.5 –74.2 12.4 –87.1 
3 20 6.2 –42.1 6.9 –46.7 7.6 –51.4 8.3 –56.5 9.1 –61.7 9.9 –67.2 11.6 –78.9 
3 50 5.6 –36.3 6.3 –40.2 6.9 –44.4 7.6 –48.7 8.3 –53.2 9.0 –57.9 10.6 –68.0 
3 100 5.2 –31.9 5.8 –35.4 6.4 –39.0 7.0 –42.8 7.7 –46.8 8.3 –50.9 9.8 –59.8 

G
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1 10 9.8 –30.0 10.9 –33.2 12.0 –36.6 13.2 –40.2 14.4 –44.0 15.7 –47.9 18.4 –56.2 
1 20 8.9 –30.0 9.8 –33.2 10.8 –36.6 11.9 –40.2 13.0 –44.0 14.1 –47.9 16.6 –56.2 
1 50 7.6 –18.2 8.4 –20.2 9.3 –22.3 10.2 –24.5 11.1 –26.7 12.1 –29.1 14.2 –34.2 
1 100 6.6 –9.4 7.3 –10.4 8.1 –11.4 8.9 –12.5 9.7 –13.7 10.5 –14.9 12.4 –17.5 
2e 10 9.8 –30.0 10.9 –33.2 12.0 –36.6 13.2 –40.2 14.4 –44.0 15.7 –47.9 18.4 –56.2 
2e 20 8.9 –30.0 9.8 –33.2 10.8 –36.6 11.9 –40.2 13.0 –44.0 14.1 –47.9 16.6 –56.2 
2e 50 7.6 –18.2 8.4 –20.2 9.3 –22.3 10.2 –24.5 11.1 –26.7 12.1 –29.1 14.2 –34.2 
2e 100 6.6 –9.4 7.3 –10.4 8.1 –11.4 8.9 –12.5 9.7 –13.7 10.5 –14.9 12.4 –17.5 
2n 10 9.8 –43.8 10.9 –48.5 12.0 –53.4 13.2 –58.7 14.4 –64.1 15.7 –69.8 18.4 –81.9 
2n 20 8.9 –37.8 9.8 –41.9 10.8 –46.2 11.9 –50.7 13.0 –55.4 14.1 –60.4 16.6 –70.8 
2n 50 7.6 –30.0 8.4 –33.2 9.3 –36.6 10.2 –40.2 11.1 –44.0 12.1 –47.9 14.2 –56.2 
2n 100 6.6 –24.1 7.3 –26.7 8.1 –29.4 8.9 –32.3 9.7 –35.3 10.5 –38.4 12.4 –45.1 
2r 10 9.8 –43.8 10.9 –48.5 12.0 –53.4 13.2 –58.7 14.4 –64.1 15.7 –69.8 18.4 –81.9 
2r 20 8.9 –37.8 9.8 –41.9 10.8 –46.2 11.9 –50.7 13.0 –55.4 14.1 –60.4 16.6 –70.8 
2r 50 7.6 –30.0 8.4 –33.2 9.3 –36.6 10.2 –40.2 11.1 –44.0 12.1 –47.9 14.2 –56.2 
2r 100 6.6 –24.1 7.3 –26.7 8.1 –29.4 8.9 –32.3 9.7 –35.3 10.5 –38.4 12.4 –45.1 
3e 10 9.8 –43.8 10.9 –48.5 12.0 –53.4 13.2 –58.7 14.4 –64.1 15.7 –69.8 18.4 –81.9 
3e 20 8.9 –37.8 9.8 –41.9 10.8 –46.2 11.9 –50.7 13.0 –55.4 14.1 –60.4 16.6 –70.8 
3e 50 7.6 –30.0 8.4 –33.2 9.3 –36.6 10.2 –40.2 11.1 –44.0 12.1 –47.9 14.2 –56.2 
3e 100 6.6 –24.1 7.3 –26.7 8.1 –29.4 8.9 –32.3 9.7 –35.3 10.5 –38.4 12.4 –45.1 
3r 10 9.8 –52.0 10.9 –57.6 12.0 –63.5 13.2 –69.7 14.4 –76.2 15.7 –83.0 18.4 –97.4 
3r 20 8.9 –44.6 9.8 –49.4 10.8 –54.4 11.9 –59.7 13.0 –65.3 14.1 –71.1 16.6 –83.4 
3r 50 7.6 –34.7 8.4 –38.4 9.3 –42.4 10.2 –46.5 11.1 –50.8 12.1 –55.4 14.2 –65.0 
3r 100 6.6 –27.2 7.3 –30.2 8.1 –33.3 8.9 –36.5 9.7 –39.9 10.5 –43.5 12.4 –51.0 

Notes: Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. For effective wind areas between 
those given above, the load may be interpolated; otherwise, use the load associated with the lower effective area. Gray shading indicates 
that the final value, including all permitted reductions, used in the design shall not be less than that required by Section 30.2.2. 
Metric conversions: 1.0 ft = 0.3048 m; 1.0 ft2 = 0.0929 m2; 1.0 lb/ft2  = 0.0479 kN/m2.
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Net Design Wind Pressure, pnet30, in lb/ft2, for Exposure B at h = 30 ft, V= 140–200 mph 

  

Zone 

Effective   
Wind 
Area      
(ft2) 

Basic Wind Speed (mph) 

  140 150 160 170 180 190 200

W
al

ls
 

4 10 35.3 –38.2 40.5 –38.2 46.1 –50.0 52.0 –56.4 58.3 –63.2 64.9 –70.4 72.0 –78.1 
4 20 33.7 –36.7 38.7 –36.7 44.0 –47.9 49.6 –54.1 55.7 –60.6 62.0 –67.5 68.7 –74.8 
4 50 31.6 –34.6 36.2 –34.6 41.2 –45.1 46.6 –51.0 52.2 –57.1 58.1 –63.7 64.4 –70.5 
4 100 30.0 –33.0 34.4 –33.0 39.2 –43.1 44.2 –48.6 49.6 –54.5 55.2 –60.7 61.2 –67.3 
5 10 35.3 –47.2 40.5 –47.2 46.1 –61.7 52.0 –69.6 58.3 –78.0 64.9 –87.0 72.0 –96.3 
5 20 33.7 –44.0 38.7 –44.0 44.0 –57.5 49.6 –64.9 55.7 –72.8 62.0 –81.1 68.7 –89.9 
5 50 31.6 –39.8 36.2 –39.8 41.2 –52.0 46.6 –58.7 52.2 –65.8 58.1 –73.4 64.4 –81.3 
5 100 30.0 –36.7 34.4 –36.7 39.2 –47.9 44.2 –54.1 49.6 –60.6 55.2 –67.5 61.2 –74.8 

F
la

t/
H

ip
/G
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1 10 14.3 –56.2 16.5 –56.2 18.7 –73.4 21.1 –82.8 23.7 –92.9 26.4 –103.5 29.3 –114.6 
1 20 13.4 –52.5 15.4 –52.5 17.6 –68.5 19.8 –77.4 22.2 –86.7 24.8 –96.6 27.4 –107.1 
1 50 12.3 –47.6 14.1 –47.6 16.0 –62.1 18.1 –70.1 20.3 –78.6 22.6 –87.6 25.0 –97.1 
1 100 11.4 –43.9 13.0 –43.9 14.8 –57.3 16.7 –64.7 18.8 –72.5 20.9 –80.8 23.2 –89.5 

1′ 10 14.3 –32.3 16.5 –32.3 18.7 –42.1 21.1 –47.6 23.7 –53.3 26.4 –59.4 29.3 –65.9 
1′ 20 13.4 –32.3 15.4 –32.3 17.6 –42.1 19.8 –47.6 22.2 –53.3 24.8 –59.4 27.4 –65.9 
1′ 50 12.3 –32.3 14.1 –32.3 16.0 –42.1 18.1 –47.6 20.3 –53.3 22.6 –59.4 25.0 –65.9 
1′ 100 11.4 –32.3 13.0 –32.3 14.8 –42.1 16.7 –47.6 18.8 –53.3 20.9 –59.4 23.2 –65.9 
2 10 14.3 –74.1 16.5 –74.1 18.7 –96.8 21.1 –109.3 23.7 –122.5 26.4 –136.5 29.3 –151.2 
2 20 13.4 –69.3 15.4 –69.3 17.6 –90.6 19.8 –102.2 22.2 –114.6 24.8 –127.7 27.4 –141.5 
2 50 12.3 –63.0 14.1 –63.0 16.0 –82.3 18.1 –92.9 20.3 –104.2 22.6 –116.1 25.0 –128.7 
2 100 11.4 –58.3 13.0 –58.3 14.8 –76.1 16.7 –85.9 18.8 –96.3 20.9 –107.3 23.2 –118.9 
3 10 14.3 –101.0 16.5 –101.0 18.7 –131.9 21.1 –148.9 23.7 –166.9 26.4 –186.0 29.3 –206.1 
3 20 13.4 –91.5 15.4 –91.5 17.6 –119.5 19.8 –134.9 22.2 –151.2 24.8 –168.5 27.4 –186.7 
3 50 12.3 –78.9 14.1 –78.9 16.0 –103.0 18.1 –116.3 20.3 –130.4 22.6 –145.3 25.0 –161.0 
3 100 11.4 –69.3 13.0 –69.3 14.8 –90.6 16.7 –102.2 18.8 –114.6 20.9 –127.7 23.2 –141.5 

G
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f 
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1 10 21.4 –65.1 24.5 –65.1 27.9 –85.1 31.5 –96.0 35.3 –107.7 39.4 –120.0 43.6 –132.9 
1 20 19.3 –65.1 22.1 –65.1 25.2 –85.1 28.4 –96.0 31.8 –107.7 35.5 –120.0 39.3 –132.9 
1 50 16.5 –39.6 18.9 –39.6 21.5 –51.8 24.3 –58.4 27.2 –65.5 30.3 –73.0 33.6 –80.9 
1 100 14.3 –20.3 16.5 –20.3 18.7 –26.5 21.1 –30.0 23.7 –33.6 26.4 –37.4 29.3 –41.5 
2e 10 21.4 –65.1 24.5 –65.1 27.9 –85.1 31.5 –96.0 35.3 –107.7 39.4 –120.0 43.6 –132.9 
2e 20 19.3 –65.1 22.1 –65.1 25.2 –85.1 28.4 –96.0 31.8 –107.7 35.5 –120.0 39.3 –132.9 
2e 50 16.5 –39.6 18.9 –39.6 21.5 –51.8 24.3 –58.4 27.2 –65.5 30.3 –73.0 33.6 –80.9 
2e 100 14.3 –20.3 16.5 –20.3 18.7 –26.5 21.1 –30.0 23.7 –33.6 26.4 –37.4 29.3 –41.5 
2n 10 21.4 –95.0 24.5 –95.0 27.9 –124.1 31.5 –140.1 35.3 –157.1 39.4 –175.0 43.6 –193.9 
2n 20 19.3 –82.1 22.1 –82.1 25.2 –107.3 28.4 –121.1 31.8 –135.8 35.5 –151.3 39.3 –167.7 
2n 50 16.5 –65.1 18.9 –65.1 21.5 –85.1 24.3 –96.0 27.2 –107.7 30.3 –120.0 33.6 –132.9 
2n 100 14.3 –52.3 16.5 –52.3 18.7 –68.3 21.1 –77.1 23.7 –86.4 26.4 –96.3 29.3 –106.7 
2r 10 21.4 –95.0 24.5 –95.0 27.9 –124.1 31.5 –140.1 35.3 –157.1 39.4 –175.0 43.6 –193.9 
2r 20 19.3 –82.1 22.1 –82.1 25.2 –107.3 28.4 –121.1 31.8 –135.8 35.5 –151.3 39.3 –167.7 
2r 50 16.5 –65.1 18.9 –65.1 21.5 –85.1 24.3 –96.0 27.2 –107.7 30.3 –120.0 33.6 –132.9 
2r 100 14.3 –52.3 16.5 –52.3 18.7 –68.3 21.1 –77.1 23.7 –86.4 26.4 –96.3 29.3 –106.7 
3e 10 21.4 –95.0 24.5 –95.0 27.9 –124.1 31.5 –140.1 35.3 –157.1 39.4 –175.0 43.6 –193.9 
3e 20 19.3 –82.1 22.1 –82.1 25.2 –107.3 28.4 –121.1 31.8 –135.8 35.5 –151.3 39.3 –167.7 
3e 50 16.5 –65.1 18.9 –65.1 21.5 –85.1 24.3 –96.0 27.2 –107.7 30.3 –120.0 33.6 –132.9 
3e 100 14.3 –52.3 16.5 –52.3 18.7 –68.3 21.1 –77.1 23.7 –86.4 26.4 –96.3 29.3 –106.7 
3r 10 21.4 –112.9 24.5 –112.9 27.9 –147.5 31.5 –166.5 35.3 –186.7 39.4 –208.0 43.6 –230.5 
3r 20 19.3 –96.8 22.1 –96.8 25.2 –126.4 28.4 –142.7 31.8 –159.9 35.5 –178.2 39.3 –197.5 
3r 50 16.5 –75.4 18.9 –75.4 21.5 –98.4 24.3 –111.1 27.2 –124.6 30.3 –138.8 33.6 –153.8 
3r 100 14.3 –59.2 16.5 –59.2 18.7 –77.3 21.1 –87.2 23.7 –97.8 26.4 –109.0 29.3 –120.7 

Notes: Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. For effective wind areas between 
those given above, the load may be interpolated; otherwise, use the load associated with the lower effective area. Gray shading indicates 
that the final value, including all permitted reductions, used in the design shall not be less than that required by Section 30.2.2.  
Metricconversions: 1.0 ft = 0.3048 m; 1.0 ft2 = 0.0929 m2; 1.0 lb/ft2  = 0.0479 kN/m  .2 
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Net Design Wind Pressure, pnet30, in lb/ft2, for Exposure B at h = 30 ft, V= 95–130 mph 

Zone 
Effective    

Wind Area  
(ft2) 

Basic Wind Speed (mph) 

95 100 105 110 115 120 130 

G
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1 10 9.8 –23.1 10.9 –25.6 12.0 –28.2 13.2 –31.0 14.4 –33.9 15.7 –36.9 18.4 –43.3 
1 20 8.9 –23.1 9.8 –25.6 10.8 –28.2 11.9 –31.0 13.0 –33.9 14.1 –36.9 16.6 –43.3 
1 50 7.6 –19.6 8.4 –21.7 9.3 –24.0 10.2 –26.3 11.1 –28.8 12.1 –31.3 14.2 –36.7 
1 100 6.6 –17.0 7.3 –18.8 8.1 –20.7 8.9 –22.8 9.7 –24.9 10.5 –27.1 12.4 –31.8 
2e 10 9.8 –23.1 10.9 –25.6 12.0 –28.2 13.2 –31.0 14.4 –33.9 15.7 –36.9 18.4 –43.3 
2e 20 8.9 –23.1 9.8 –25.6 10.8 –28.2 11.9 –31.0 13.0 –33.9 14.1 –36.9 16.6 –43.3 
2e 50 7.6 –19.6 8.4 –21.7 9.3 –24.0 10.2 –26.3 11.1 –28.8 12.1 –31.3 14.2 –36.7 
2e 100 6.6 –17.0 7.3 –18.8 8.1 –20.7 8.9 –22.8 9.7 –24.9 10.5 –27.1 12.4 –31.8 
2n 10 9.8 –36.9 10.9 –40.9 12.0 –45.0 13.2 –49.4 14.4 –54.0 15.7 –58.8 18.4 –69.0 
2n 20 8.9 –32.3 9.8 –35.8 10.8 –39.5 11.9 –43.3 13.0 –47.3 14.1 –51.5 16.6 –60.5 
2n 50 7.6 –26.2 8.4 –29.1 9.3 –32.1 10.2 –35.2 11.1 –38.5 12.1 –41.9 14.2 –49.1 
2n 100 6.6 –21.7 7.3 –24.0 8.1 –26.5 8.9 –29.0 9.7 –31.7 10.5 –34.6 12.4 –40.6 
2r 10 9.8 –36.9 10.9 –40.9 12.0 –45.0 13.2 –49.4 14.4 –54.0 15.7 –58.8 18.4 –69.0 
2r 20 8.9 –32.3 9.8 –35.8 10.8 –39.5 11.9 –43.3 13.0 –47.3 14.1 –51.5 16.6 –60.5 
2r 50 7.6 –26.2 8.4 –29.1 9.3 –32.1 10.2 –35.2 11.1 –38.5 12.1 –41.9 14.2 –49.1 
2r 100 6.6 –21.7 7.3 –24.0 8.1 –26.5 8.9 –29.0 9.7 –31.7 10.5 –34.6 12.4 –40.6 
3e 10 9.8 –36.9 10.9 –40.9 12.0 –45.0 13.2 –49.4 14.4 –54.0 15.7 –58.8 18.4 –69.0 
3e 20 8.9 –32.3 9.8 –35.8 10.8 –39.5 11.9 –43.3 13.0 –47.3 14.1 –51.5 16.6 –60.5 
3e 50 7.6 –26.2 8.4 –29.1 9.3 –32.1 10.2 –35.2 11.1 –38.5 12.1 –41.9 14.2 –49.1 
3e 100 6.6 –21.7 7.3 –24.0 8.1 –26.5 8.9 –29.0 9.7 –31.7 10.5 –34.6 12.4 –40.6 
3r 10 9.8 –47.5 10.9 –52.6 12.0 –58.0 13.2 –63.7 14.4 –69.6 15.7 –75.8 18.4 –89.0 
3r 20 8.9 –38.8 9.8 –43.0 10.8 –47.4 11.9 –52.0 13.0 –56.8 14.1 –61.9 16.6 –72.6 
3r 50 7.6 –27.2 8.4 –30.2 9.3 –33.3 10.2 –36.5 11.1 –39.9 12.1 –43.5 14.2 –51.0 
3r 100 6.6 –27.2 7.3 –30.2 8.1 –33.3 8.9 –36.5 9.7 –39.9 10.5 –43.5 12.4 –51.0 
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1 10 14.9 –27.2 16.5 –30.2 18.2 –33.3 19.9 –36.5 21.8 –39.9 23.7 –43.5 27.8 –51.0 
1 20 13.2 –23.1 14.6 –25.6 16.1 –28.2 17.7 –31.0 19.3 –33.9 21.1 –36.9 24.7 –43.3 
1 50 11.0 –17.6 12.2 –19.5 13.5 –21.5 14.8 –23.6 16.1 –25.8 17.6 –28.1 20.6 –33.0 
1 100 9.4 –13.5 10.4 –14.9 11.4 –16.5 12.5 –18.1 13.7 –19.8 14.9 –21.5 17.5 –25.2 
2e 10 14.9 –27.2 16.5 –30.2 18.2 –33.3 19.9 –36.5 21.8 –39.9 23.7 –43.5 27.8 –51.0 
2e 20 13.2 –23.1 14.6 –25.6 16.1 –28.2 17.7 –31.0 19.3 –33.9 21.1 –36.9 24.7 –43.3 
2e 50 11.0 –17.6 12.2 –19.5 13.5 –21.5 14.8 –23.6 16.1 –25.8 17.6 –28.1 20.6 –33.0 
2e 100 9.4 –13.5 10.4 –14.9 11.4 –16.5 12.5 –18.1 13.7 –19.8 14.9 –21.5 17.5 –25.2 
2n 10 14.9 –30.0 16.5 –33.2 18.2 –36.6 19.9 –40.2 21.8 –44.0 23.7 –47.9 27.8 –56.2 
2n 20 13.2 –26.8 14.6 –29.7 16.1 –32.8 17.7 –35.9 19.3 –39.3 21.1 –42.8 24.7 –50.2 
2n 50 11.0 –22.6 12.2 –25.0 13.5 –27.6 14.8 –30.3 16.1 –33.1 17.6 –36.1 20.6 –42.3 
2n 100 9.4 –19.4 10.4 –21.5 11.4 –23.7 12.5 –26.0 13.7 –28.5 14.9 –31.0 17.5 –36.4 
2r 10 14.9 –27.2 16.5 –30.2 18.2 –33.3 19.9 –36.5 21.8 –39.9 23.7 –43.5 27.8 –51.0 
2r 20 13.2 –23.1 14.6 –25.6 16.1 –28.2 17.7 –31.0 19.3 –33.9 21.1 –36.9 24.7 –43.3 
2r 50 11.0 –17.6 12.2 –19.5 13.5 –21.5 14.8 –23.6 16.1 –25.8 17.6 –28.1 20.6 –33.0 
2r 100 9.4 –13.5 10.4 –14.9 11.4 –16.5 12.5 –18.1 13.7 –19.8 14.9 –21.5 17.5 –25.2 
3e 10 14.9 –36.8 16.5 –40.8 18.2 –44.9 19.9 –49.3 21.8 –53.9 23.7 –58.7 27.8 –68.9 
3e 20 13.2 –32.6 14.6 –36.1 16.1 –39.8 17.7 –43.7 19.3 –47.8 21.1 –52.0 24.7 –61.0 
3e 50 11.0 –27.1 12.2 –30.0 13.5 –33.1 14.8 –36.3 16.1 –39.7 17.6 –43.2 20.6 –50.7 
3e 100 9.4 –22.9 10.4 –25.3 11.4 –27.9 12.5 –30.7 13.7 –33.5 14.9 –36.5 17.5 –42.8 
3r 10 14.9 –30.0 16.5 –33.2 18.2 –36.6 19.9 –40.2 21.8 –44.0 23.7 –47.9 27.8 –56.2 
3r 20 13.2 –26.8 14.6 –29.7 16.1 –32.8 17.7 –35.9 19.3 –39.3 21.1 –42.8 24.7 –50.2 
3r 50 11.0 –22.6 12.2 –25.0 13.5 –27.6 14.8 –30.3 16.1 –33.1 17.6 –36.1 20.6 –42.3 
3r 100 9.4 –19.4 10.4 –21.5 11.4 –23.7 12.5 –26.0 13.7 –28.5 14.9 –31.0 17.5 –36.4 

Notes: Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. For effective wind areas between 
those given above, the load may be interpolated; otherwise, use the load associated with the lower effective area. Gray shading indicates 
that the final value, including all permitted reductions, used in the design shall not be less than that required by Section 30.2.2.  
Metric conversions: 1.0 ft = 0.3048 m; 1.0 ft2 = 0.0929 m2; 1.0 lb/ft2  = 0.0479 kN/m  .2 
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Net Design Wind Pressure, pnet30, in lb/ft2, for Exposure B at h = 30 ft, V= 140–200 mph 

  
Zone 

Effective    
Wind Area  

(ft2) 

Basic Wind Speed (mph) 

 002091081071 061 051 041  
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1 10 21.4 –50.2 24.5 –57.6 27.9 –65.6 31.5 –74.0 35.3 –83.0 39.4 –92.5 43.6 –102.4 
1 20 19.3 –50.2 22.1 –57.6 25.2 –65.6 28.4 –74.0 31.8 –83.0 35.5 –92.5 39.3 –102.4 
1 50 16.5 –42.6 18.9 –48.9 21.5 –55.7 24.3 –62.8 27.2 –70.4 30.3 –78.5 33.6 –87.0 
1 100 14.3 –36.9 16.5 –42.3 18.7 –48.2 21.1 –54.4 23.7 –60.9 26.4 –67.9 29.3 –75.2 
2e 10 21.4 –50.2 24.5 –57.6 27.9 –65.6 31.5 –74.0 35.3 –83.0 39.4 –92.5 43.6 –102.4 
2e 20 19.3 –50.2 22.1 –57.6 25.2 –65.6 28.4 –74.0 31.8 –83.0 35.5 –92.5 39.3 –102.4 
2e 50 16.5 –42.6 18.9 –48.9 21.5 –55.7 24.3 –62.8 27.2 –70.4 30.3 –78.5 33.6 –87.0 
2e 100 14.3 –36.9 16.5 –42.3 18.7 –48.2 21.1 –54.4 23.7 –60.9 26.4 –67.9 29.3 –75.2 
2n 10 21.4 –80.1 24.5 –91.9 27.9 –104.6 31.5 –118.1 35.3 –132.4 39.4 –147.5 43.6 –163.4 
2n 20 19.3 –70.1 22.1 –80.5 25.2 –91.6 28.4 –103.4 31.8 –115.9 35.5 –129.2 39.3 –143.1 
2n 50 16.5 –57.0 18.9 –65.4 21.5 –74.4 24.3 –84.0 27.2 –94.2 30.3 –105.0 33.6 –116.3 
2n 100 14.3 –47.1 16.5 –54.0 18.7 –61.5 21.1 –69.4 23.7 –77.8 26.4 –86.7 29.3 –96.0 
2r 10 21.4 –80.1 24.5 –91.9 27.9 –104.6 31.5 –118.1 35.3 –132.4 39.4 –147.5 43.6 –163.4 
2r 20 19.3 –70.1 22.1 –80.5 25.2 –91.6 28.4 –103.4 31.8 –115.9 35.5 –129.2 39.3 –143.1 
2r 50 16.5 –57.0 18.9 –65.4 21.5 –74.4 24.3 –84.0 27.2 –94.2 30.3 –105.0 33.6 –116.3 
2r 100 14.3 –47.1 16.5 –54.0 18.7 –61.5 21.1 –69.4 23.7 –77.8 26.4 –86.7 29.3 –96.0 
3e 10 21.4 –80.1 24.5 –91.9 27.9 –104.6 31.5 –118.1 35.3 –132.4 39.4 –147.5 43.6 –163.4 
3e 20 19.3 –70.1 22.1 –80.5 25.2 –91.6 28.4 –103.4 31.8 –115.9 35.5 –129.2 39.3 –143.1 
3e 50 16.5 –57.0 18.9 –65.4 21.5 –74.4 24.3 –84.0 27.2 –94.2 30.3 –105.0 33.6 –116.3 
3e 100 14.3 –47.1 16.5 –54.0 18.7 –61.5 21.1 –69.4 23.7 –77.8 26.4 –86.7 29.3 –96.0 
3r 10 21.4 –103.2 24.5 –118.5 27.9 –134.8 31.5 –152.2 35.3 –170.6 39.4 –190.1 43.6 –210.6 
3r 20 19.3 –84.2 22.1 –96.7 25.2 –110.0 28.4 –124.2 31.8 –139.2 35.5 –155.1 39.3 –171.9 
3r 50 16.5 –59.2 18.9 –67.9 21.5 –77.3 24.3 –87.2 27.2 –97.8 30.3 –109.0 33.6 –120.7 
3r 100 14.3 –59.2 16.5 –67.9 18.7 –77.3 21.1 –87.2 23.7 –97.8 26.4 –109.0 29.3 –120.7 
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1 10 32.3 –59.2 37.0 –67.9 42.1 –77.3 47.6 –87.2 53.3 –97.8 59.4 –109.0 65.9 –120.7 
1 20 28.7 –50.2 32.9 –57.6 37.4 –65.5 42.3 –74.0 47.4 –82.9 52.8 –92.4 58.5 –102.4 
1 50 23.9 –38.3 27.5 –43.9 31.2 –50.0 35.3 –56.4 39.5 –63.3 44.0 –70.5 48.8 –78.1 
1 100 20.3 –29.3 23.3 –33.6 26.5 –38.2 30.0 –43.2 33.6 –48.4 37.4 –53.9 41.5 –59.8 
2e 10 32.3 –59.2 37.0 –67.9 42.1 –77.3 47.6 –87.2 53.3 –97.8 59.4 –109.0 65.9 –120.7 
2e 20 28.7 –50.2 32.9 –57.6 37.4 –65.5 42.3 –74.0 47.4 –82.9 52.8 –92.4 58.5 –102.4 
2e 50 23.9 –38.3 27.5 –43.9 31.2 –50.0 35.3 –56.4 39.5 –63.3 44.0 –70.5 48.8 –78.1 
2e 100 20.3 –29.3 23.3 –33.6 26.5 –38.2 30.0 –43.2 33.6 –48.4 37.4 –53.9 41.5 –59.8 
2n 10 32.3 –65.1 37.0 –74.8 42.1 –85.1 47.6 –96.0 53.3 –107.7 59.4 –120.0 65.9 –132.9 
2n 20 28.7 –58.2 32.9 –66.8 37.4 –76.0 42.3 –85.9 47.4 –96.2 52.8 –107.2 58.5 –118.8 
2n 50 23.9 –49.1 27.5 –56.3 31.2 –64.1 35.3 –72.4 39.5 –81.1 44.0 –90.4 48.8 –100.2 
2n 100 20.3 –42.2 23.3 –48.4 26.5 –55.1 30.0 –62.2 33.6 –69.7 37.4 –77.7 41.5 –86.1 
2r 10 32.3 –59.2 37.0 –67.9 42.1 –77.3 47.6 –87.2 53.3 –97.8 59.4 –109.0 65.9 –120.7 
2r 20 28.7 –50.2 32.9 –57.6 37.4 –65.5 42.3 –74.0 47.4 –82.9 52.8 –92.4 58.5 –102.4 
2r 50 23.9 –38.3 27.5 –43.9 31.2 –50.0 35.3 –56.4 39.5 –63.3 44.0 –70.5 48.8 –78.1 
2r 100 20.3 –29.3 23.3 –33.6 26.5 –38.2 30.0 –43.2 33.6 –48.4 37.4 –53.9 41.5 –59.8 
3e 10 32.3 –79.9 37.0 –91.7 42.1 –104.3 47.6 –117.8 53.3 –132.0 59.4 –147.1 65.9 –163.0 
3e 20 28.7 –70.8 32.9 –81.3 37.4 –92.5 42.3 –104.4 47.4 –117.0 52.8 –130.4 58.5 –144.5 
3e 50 23.9 –58.8 27.5 –67.5 31.2 –76.8 35.3 –86.6 39.5 –97.1 44.0 –108.2 48.8 –119.9 
3e 100 20.3 –49.7 23.3 –57.0 26.5 –64.9 30.0 –73.2 33.6 –82.1 37.4 –91.5 41.5 –101.4 
3r 10 32.3 –65.1 37.0 –74.8 42.1 –85.1 47.6 –96.0 53.3 –107.7 59.4 –120.0 65.9 –132.9 
3r 20 28.7 –58.2 32.9 –66.8 37.4 –76.0 42.3 –85.9 47.4 –96.2 52.8 –107.2 58.5 –118.8 
3r 50 23.9 –49.1 27.5 –56.3 31.2 –64.1 35.3 –72.4 39.5 –81.1 44.0 –90.4 48.8 –100.2 
3r 100 20.3 –42.2 23.3 –48.4 26.5 –55.1 30.0 –62.2 33.6 –69.7 37.4 –77.7 41.5 –86.1 

Notes: Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. For effective wind areas between 
those given above, the load may be interpolated; otherwise, use the load associated with the lower effective area. Gray shading indicates 
that the final value, including all permitted reductions, used in the design shall not be less than that required by Section 30.2.2. 
Metric conversions: 1.0 ft = 0.3048 m; 1.0 ft2 = 0.0929 m2; 1.0 lb/ft2  = 0.0479 kN/m .2 
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Net Design Wind Pressure, pnet30, in lb/ft2, for Exposure B at h = 30 ft, V= 95–130 mph 

    
Zone 

Effective     
Wind Area   

(ft2) 

Basic Wind Speed (mph) 

 031021511011501 001 59    
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h/
D
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1 10 12.1 –20.4 13.4 –22.6 14.8 –24.9 16.2 –27.3 17.7 –29.8 19.3 –32.5 22.7 –38.1 
1 20 10.5 –20.4 11.6 –22.6 12.8 –24.9 14.0 –27.3 15.3 –29.8 16.7 –32.5 19.6 –38.1 
1 50 8.3 –18.0 9.2 –20.0 10.1 –22.0 11.1 –24.1 12.1 –26.4 13.2 –28.7 15.5 –33.7 
1 100 6.6 –16.2 7.3 –18.0 8.1 –19.8 8.9 –21.8 9.7 –23.8 10.5 –25.9 12.4 –30.4 
2e 10 12.1 –27.2 13.4 –30.2 14.8 –33.3 16.2 –36.5 17.7 –39.9 19.3 –43.5 22.7 –51.0 
2e 20 10.5 –25.0 11.6 –27.7 12.8 –30.6 14.0 –33.5 15.3 –36.7 16.7 –39.9 19.6 –46.8 
2e 50 8.3 –22.1 9.2 –24.5 10.1 –27.0 11.1 –29.6 12.1 –32.3 13.2 –35.2 15.5 –41.3 
2e 100 6.6 –19.8 7.3 –22.0 8.1 –24.2 8.9 –26.6 9.7 –29.1 10.5 –31.7 12.4 –37.2 
2r 10 12.1 –35.5 13.4 –39.3 14.8 –43.4 16.2 –47.6 17.7 –52.0 19.3 –56.6 22.7 –66.5 
2r 20 10.5 –32.0 11.6 –35.5 12.8 –39.1 14.0 –42.9 15.3 –46.9 16.7 –51.1 19.6 –59.9 
2r 50 8.3 –27.4 9.2 –30.3 10.1 –33.4 11.1 –36.7 12.1 –40.1 13.2 –43.7 15.5 –51.2 
2r 100 6.6 –23.9 7.3 –26.4 8.1 –29.2 8.9 –32.0 9.7 –35.0 10.5 –38.1 12.4 –44.7 
3 10 12.1 –27.2 13.4 –30.2 14.8 –33.3 16.2 –36.5 17.7 –39.9 19.3 –43.5 22.7 –51.0 
3 20 10.5 –25.0 11.6 –27.7 12.8 –30.6 14.0 –33.5 15.3 –36.7 16.7 –39.9 19.6 –46.8 
3 50 8.3 –22.1 9.2 –24.5 10.1 –27.0 11.1 –29.6 12.1 –32.3 13.2 –35.2 15.5 –41.3 
3 100 6.6 –19.8 7.3 –22.0 8.1 –24.2 8.9 –26.6 9.7 –29.1 10.5 –31.7 12.4 –37.2 

h/
D

 ≥
 0

.8
 

1 10 12.1 –27.2 13.4 –30.2 14.8 –33.3 16.2 –36.5 17.7 –39.9 19.3 –43.5 22.7 –51.0 
1 20 10.5 –27.2 11.6 –30.2 12.8 –33.3 14.0 –36.5 15.3 –39.9 16.7 –43.5 19.6 –51.0 
1 50 8.3 –21.0 9.2 –23.2 10.1 –25.6 11.1 –28.1 12.1 –30.7 13.2 –33.5 15.5 –39.3 
1 100 6.6 –16.2 7.3 –18.0 8.1 –19.8 8.9 –21.8 9.7 –23.8 10.5 –25.9 12.4 –30.4 
2e 10 12.1 –38.2 13.4 –42.4 14.8 –46.7 16.2 –51.3 17.7 –56.0 19.3 –61.0 22.7 –71.6 
2e 20 10.5 –34.4 11.6 –38.1 12.8 –42.1 14.0 –46.2 15.3 –50.5 16.7 –54.9 19.6 –64.5 
2e 50 8.3 –29.4 9.2 –32.6 10.1 –35.9 11.1 –39.4 12.1 –43.1 13.2 –46.9 15.5 –55.0 
2e 100 6.6 –25.6 7.3 –28.3 8.1 –31.2 8.9 –34.3 9.7 –37.5 10.5 –40.8 12.4 –47.9 
2r 10 12.1 –35.5 13.4 –39.3 14.8 –43.4 16.2 –47.6 17.7 –52.0 19.3 –56.6 22.7 –66.5 
2r 20 10.5 –32.0 11.6 –35.5 12.8 –39.1 14.0 –42.9 15.3 –46.9 16.7 –51.1 19.6 –59.9 
2r 50 8.3 –27.4 9.2 –30.3 10.1 –33.4 11.1 –36.7 12.1 –40.1 13.2 –43.7 15.5 –51.2 
2r 100 6.6 –23.9 7.3 –26.4 8.1 –29.2 8.9 –32.0 9.7 –35.0 10.5 –38.1 12.4 –44.7 
3 10 12.1 –38.2 13.4 –42.4 14.8 –46.7 16.2 –51.3 17.7 –56.0 19.3 –61.0 22.7 –71.6 
3 20 10.5 –34.4 11.6 –38.1 12.8 –42.1 14.0 –46.2 15.3 –50.5 16.7 –54.9 19.6 –64.5 
3 50 8.3 –29.4 9.2 –32.6 10.1 –35.9 11.1 –39.4 12.1 –43.1 13.2 –46.9 15.5 –55.0 
3 100 6.6 –25.6 7.3 –28.3 8.1 –31.2 8.9 –34.3 9.7 –37.5 10.5 –40.8 12.4 –47.9 
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1 10 12.1 –21.7 13.4 –24.1 14.8 –26.6 16.2 –29.1 17.7 –31.9 19.3 –34.7 22.7 –40.7 
1 20 10.5 –19.3 11.6 –21.3 12.8 –23.5 14.0 –25.8 15.3 –28.2 16.7 –30.7 19.6 –36.1 
1 50 8.3 –16.0 9.2 –17.7 10.1 –19.5 11.1 –21.4 12.1 –23.4 13.2 –25.5 15.5 –29.9 
1 100 6.6 –13.5 7.3 –14.9 8.1 –16.5 8.9 –18.1 9.7 –19.8 10.5 –21.5 12.4 –25.2 
2e 10 12.1 –30.0 13.4 –33.2 14.8 –36.6 16.2 –40.2 17.7 –44.0 19.3 –47.9 22.7 –56.2 
2e 20 10.5 –26.8 11.6 –29.7 12.8 –32.8 14.0 –35.9 15.3 –39.3 16.7 –42.8 19.6 –50.2 
2e 50 8.3 –22.6 9.2 –25.0 10.1 –27.6 11.1 –30.3 12.1 –33.1 13.2 –36.1 15.5 –42.3 
2e 100 6.6 –19.4 7.3 –21.5 8.1 –23.7 8.9 –26.0 9.7 –28.5 10.5 –31.0 12.4 –36.4 
2r 10 12.1 –30.0 13.4 –33.2 14.8 –36.6 16.2 –40.2 17.7 –44.0 19.3 –47.9 22.7 –56.2 
2r 20 10.5 –26.8 11.6 –29.7 12.8 –32.8 14.0 –35.9 15.3 –39.3 16.7 –42.8 19.6 –50.2 
2r 50 8.3 –22.6 9.2 –25.0 10.1 –27.6 11.1 –30.3 12.1 –33.1 13.2 –36.1 15.5 –42.3 
2r 100 6.6 –19.4 7.3 –21.5 8.1 –23.7 8.9 –26.0 9.7 –28.5 10.5 –31.0 12.4 –36.4 
3 10 12.1 –30.0 13.4 –33.2 14.8 –36.6 16.2 –40.2 17.7 –44.0 19.3 –47.9 22.7 –56.2 
3 20 10.5 –26.8 11.6 –29.7 12.8 –32.8 14.0 –35.9 15.3 –39.3 16.7 –42.8 19.6 –50.2 
3 50 8.3 –22.6 9.2 –25.0 10.1 –27.6 11.1 –30.3 12.1 –33.1 13.2 –36.1 15.5 –42.3 
3 100 6.6 –19.4 7.3 –21.5 8.1 –23.7 8.9 –26.0 9.7 –28.5 10.5 –31.0 12.4 –36.4 

Notes: Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. For effective wind areas between 
those given above, the load may be interpolated; otherwise, use the load associated with the lower effective area. Gray shading indicates 
that the final value, including all permitted reductions, used in the design shall not be less than that required by Section 30.2.2.  
Metric conversions: 1.0 ft = 0.3048 m; 1.0 ft2 = 0.0929 m2; 1.0 lb/ft2  = 0.0479 kN/m .2 
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Net Design Wind Pressure, pnet30, in lb/ft2, for Exposure B at h = 30 ft, V= 140–200 mph 

    
Zone 

Effective    
Wind Area  

(ft2) 

Basic Wind Speed (mph) 
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1 10 26.3 –44.2 30.2 –50.8 34.3 –57.8 38.8 –65.2 43.5 –73.1 48.4 –81.5 53.7 –90.2 
1 20 22.7 –44.2 26.1 –50.8 29.6 –57.8 33.5 –65.2 37.5 –73.1 41.8 –81.5 46.3 –90.2 
1 50 17.9 –39.1 20.6 –44.9 23.4 –51.1 26.5 –57.7 29.7 –64.7 33.0 –72.1 36.6 –79.8 
1 100 14.3 –35.3 16.5 –40.5 18.7 –46.1 21.1 –52.0 23.7 –58.3 26.4 –64.9 29.3 –72.0 
2e 10 26.3 –59.2 30.2 –67.9 34.3 –77.3 38.8 –87.2 43.5 –97.8 48.4 –109.0 53.7 –120.7 
2e 20 22.7 –54.3 26.1 –62.4 29.6 –71.0 33.5 –80.1 37.5 –89.8 41.8 –100.1 46.3 –110.9 
2e 50 17.9 –47.9 20.6 –55.0 23.4 –62.6 26.5 –70.7 29.7 –79.2 33.0 –88.3 36.6 –97.8 
2e 100 14.3 –43.1 16.5 –49.5 18.7 –56.3 21.1 –63.5 23.7 –71.2 26.4 –79.4 29.3 –87.9 
2r 10 26.3 –77.1 30.2 –88.5 34.3 –100.7 38.8 –113.7 43.5 –127.4 48.4 –142.0 53.7 –157.3 
2r 20 22.7 –69.5 26.1 –79.8 29.6 –90.8 33.5 –102.5 37.5 –114.9 41.8 –128.0 46.3 –141.8 
2r 50 17.9 –59.4 20.6 –68.2 23.4 –77.6 26.5 –87.6 29.7 –98.2 33.0 –109.5 36.6 –121.3 
2r 100 14.3 –51.8 16.5 –59.5 18.7 –67.7 21.1 –76.4 23.7 –85.7 26.4 –95.5 29.3 –105.8 
3e 10 26.3 –59.2 30.2 –67.9 34.3 –77.3 38.8 –87.2 43.5 –97.8 48.4 –109.0 53.7 –120.7 
3e 20 22.7 –54.3 26.1 –62.4 29.6 –71.0 33.5 –80.1 37.5 –89.8 41.8 –100.1 46.3 –110.9 
3e 50 17.9 –47.9 20.6 –55.0 23.4 –62.6 26.5 –70.7 29.7 –79.2 33.0 –88.3 36.6 –97.8 
3e 100 14.3 –43.1 16.5 –49.5 18.7 –56.3 21.1 –63.5 23.7 –71.2 26.4 –79.4 29.3 –87.9 

h/
D
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.8
 

1 10 26.3 –59.2 30.2 –67.9 34.3 –77.3 38.8 –87.2 43.5 –97.8 48.4 –109.0 53.7 –120.7 
1 20 22.7 –59.2 26.1 –67.9 29.6 –77.3 33.5 –87.2 37.5 –97.8 41.8 –109.0 46.3 –120.7 
1 50 17.9 –45.6 20.6 –52.3 23.4 –59.5 26.5 –67.2 29.7 –75.3 33.0 –83.9 36.6 –93.0 
1 100 14.3 –35.3 16.5 –40.5 18.7 –46.1 21.1 –52.0 23.7 –58.3 26.4 –64.9 29.3 –72.0 
2e 10 26.3 –83.1 30.2 –95.4 34.3 –108.5 38.8 –122.5 43.5 –137.3 48.4 –153.0 53.7 –169.5 
2e 20 22.7 –74.8 26.1 –85.8 29.6 –97.7 33.5 –110.2 37.5 –123.6 41.8 –137.7 46.3 –152.6 
2e 50 17.9 –63.8 20.6 –73.2 23.4 –83.3 26.5 –94.1 29.7 –105.5 33.0 –117.5 36.6 –130.2 
2e 100 14.3 –55.5 16.5 –63.7 18.7 –72.5 21.1 –81.8 23.7 –91.8 26.4 –102.2 29.3 –113.3 
2r 10 26.3 –77.1 30.2 –88.5 34.3 –100.7 38.8 –113.7 43.5 –127.4 48.4 –142.0 53.7 –157.3 
2r 20 22.7 –69.5 26.1 –79.8 29.6 –90.8 33.5 –102.5 37.5 –114.9 41.8 –128.0 46.3 –141.8 
2r 50 17.9 –59.4 20.6 –68.2 23.4 –77.6 26.5 –87.6 29.7 –98.2 33.0 –109.5 36.6 –121.3 
2r 100 14.3 –51.8 16.5 –59.5 18.7 –67.7 21.1 –76.4 23.7 –85.7 26.4 –95.5 29.3 –105.8 
3e 10 26.3 –83.1 30.2 –95.4 34.3 –108.5 38.8 –122.5 43.5 –137.3 48.4 –153.0 53.7 –169.5 
3e 20 22.7 –74.8 26.1 –85.8 29.6 –97.7 33.5 –110.2 37.5 –123.6 41.8 –137.7 46.3 –152.6 
3e 50 17.9 –63.8 20.6 –73.2 23.4 –83.3 26.5 –94.1 29.7 –105.5 33.0 –117.5 36.6 –130.2 
3e 100 14.3 –55.5 16.5 –63.7 18.7 –72.5 21.1 –81.8 23.7 –91.8 26.4 –102.2 29.3 –113.3 
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1 10 26.3 –47.2 30.2 –54.2 34.3 –61.7 38.8 –69.6 43.5 –78.0 48.4 –87.0 53.7 –96.3 
1 20 22.7 –41.8 26.1 –48.0 29.6 –54.6 33.5 –61.7 37.5 –69.1 41.8 –77.0 46.3 –85.3 
1 50 17.9 –34.7 20.6 –39.8 23.4 –45.3 26.5 –51.1 29.7 –57.3 33.0 –63.9 36.6 –70.8 
1 100 14.3 –29.3 16.5 –33.6 18.7 –38.2 21.1 –43.2 23.7 –48.4 26.4 –53.9 29.3 –59.8 
2e 10 26.3 –65.1 30.2 –74.8 34.3 –85.1 38.8 –96.0 43.5 –107.7 48.4 –120.0 53.7 –132.9 
2e 20 22.7 –58.2 26.1 –66.8 29.6 –76.0 33.5 –85.9 37.5 –96.2 41.8 –107.2 46.3 –118.8 
2e 50 17.9 –49.1 20.6 –56.3 23.4 –64.1 26.5 –72.4 29.7 –81.1 33.0 –90.4 36.6 –100.2 
2e 100 14.3 –42.2 16.5 –48.4 18.7 –55.1 21.1 –62.2 23.7 –69.7 26.4 –77.7 29.3 –86.1 
2r 10 26.3 –65.1 30.2 –74.8 34.3 –85.1 38.8 –96.0 43.5 –107.7 48.4 –120.0 53.7 –132.9 
2r 20 22.7 –58.2 26.1 –66.8 29.6 –76.0 33.5 –85.9 37.5 –96.2 41.8 –107.2 46.3 –118.8 
2r 50 17.9 –49.1 20.6 –56.3 23.4 –64.1 26.5 –72.4 29.7 –81.1 33.0 –90.4 36.6 –100.2 
2r 100 14.3 –42.2 16.5 –48.4 18.7 –55.1 21.1 –62.2 23.7 –69.7 26.4 –77.7 29.3 –86.1 
3e 10 26.3 –65.1 30.2 –74.8 34.3 –85.1 38.8 –96.0 43.5 –107.7 48.4 –120.0 53.7 –132.9 
3e 20 22.7 –58.2 26.1 –66.8 29.6 –76.0 33.5 –85.9 37.5 –96.2 41.8 –107.2 46.3 –118.8 
3e 50 17.9 –49.1 20.6 –56.3 23.4 –64.1 26.5 –72.4 29.7 –81.1 33.0 –90.4 36.6 –100.2 
3e 100 14.3 –42.2 16.5 –48.4 18.7 –55.1 21.1 –62.2 23.7 –69.7 26.4 –77.7 29.3 –86.1 

Notes: Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. For effective wind areas between 
those given above, the load may be interpolated; otherwise, use the load associated with the lower effective area. Gray shading indicates 
that the final value, including all permitted reductions, used in the design shall not be less than that required by Section 30.2.2. 
Metric conversions: 1.0 ft = 0.3048 m; 1.0 ft2 = 0.0929 m2; 1.0 lb/ft2  = 0.0479 kN/m .2 
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Net Design Wind Pressure, pnet30, in lb/ft2, for Exposure B at h = 30 ft, V= 95–200 mph 

  
Zone 

Effective     
Wind Area   

(ft2) 

Basic Wind Speed (mph) 

  95 100 105 110 115 120 130 
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1 10 11.5 –23.1 12.7 –25.6 14.0 –28.2 15.4 –31.0 16.8 –33.9 18.3 –36.9 21.5 –43.3 
1 20 10.0 –20.6 11.1 –22.8 12.2 –25.1 13.4 –27.6 14.7 –30.1 16.0 –32.8 18.7 –38.5 
1 50 8.1 –17.2 8.9 –19.1 9.9 –21.0 10.8 –23.1 11.8 –25.2 12.9 –27.4 15.1 –32.2 
1 100 6.6 –14.7 7.3 –16.2 8.1 –17.9 8.9 –19.6 9.7 –21.5 10.5 –23.4 12.4 –27.4 
2e 10 11.5 –27.6 12.7 –30.6 14.0 –33.8 15.4 –37.1 16.8 –40.5 18.3 –44.1 21.5 –51.8 
2e 20 10.0 –21.9 11.1 –24.2 12.2 –26.7 13.4 –29.3 14.7 –32.1 16.0 –34.9 18.7 –41.0 
2e 50 8.1 –14.3 8.9 –15.8 9.9 –17.4 10.8 –19.1 11.8 –20.9 12.9 –22.8 15.1 –26.7 
2e 100 6.6 –13.5 7.3 –14.9 8.1 –16.5 8.9 –18.1 9.7 –19.8 10.5 –21.5 12.4 –25.2 
2r 10 11.5 –37.6 12.7 –41.6 14.0 –45.9 15.4 –50.4 16.8 –55.0 18.3 –59.9 21.5 –70.3 
2r 20 10.0 –31.1 11.1 –34.5 12.2 –38.0 13.4 –41.7 14.7 –45.6 16.0 –49.7 18.7 –58.3 
2r 50 8.1 –22.7 8.9 –25.1 9.9 –27.7 10.8 –30.4 11.8 –33.2 12.9 –36.1 15.1 –42.4 
2r 100 6.6 –16.2 7.3 –18.0 8.1 –19.8 8.9 –21.8 9.7 –23.8 10.5 –25.9 12.4 –30.4 
3 10 11.5 –36.7 12.7 –40.7 14.0 –44.8 15.4 –49.2 16.8 –53.8 18.3 –58.6 21.5 –68.7 
3 20 10.0 –27.9 11.1 –30.9 12.2 –34.1 13.4 –37.4 14.7 –40.9 16.0 –44.5 18.7 –52.2 
3 50 8.1 –16.2 8.9 –18.0 9.9 –19.8 10.8 –21.8 11.8 –23.8 12.9 –25.9 15.1 –30.4 
3 100 6.6 –16.2 7.3 –18.0 8.1 –19.8 8.9 –21.8 9.7 –23.8 10.5 –25.9 12.4 –30.4 

                                  
  

Zone 
Effective   

wind Area  
(ft2) 

Basic Wind Speed (mph) 

 002 091 081 071 061 051 041  
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1 10 24.9 –50.2 28.6 –57.6 32.5 –65.6 36.7 –74.0 41.2 –83.0 45.9 –92.5 50.8 –102.4 
1 20 21.7 –44.7 24.9 –51.3 28.4 –58.3 32.0 –65.9 35.9 –73.8 40.0 –82.3 44.3 –91.2 
1 50 17.5 –37.4 20.1 –42.9 22.9 –48.8 25.8 –55.1 29.0 –61.8 32.3 –68.8 35.8 –76.2 
1 100 14.3 –31.8 16.5 –36.5 18.7 –41.6 21.1 –46.9 23.7 –52.6 26.4 –58.6 29.3 –64.9 
2e 10 24.9 –60.0 28.6 –68.9 32.5 –78.4 36.7 –88.5 41.2 –99.2 45.9 –110.5 50.8 –122.5 
2e 20 21.7 –47.5 24.9 –54.6 28.4 –62.1 32.0 –70.1 35.9 –78.6 40.0 –87.5 44.3 –97.0 
2e 50 17.5 –31.0 20.1 –35.6 22.9 –40.5 25.8 –45.7 29.0 –51.2 32.3 –57.1 35.8 –63.3 
2e 100 14.3 –29.3 16.5 –33.6 18.7 –38.2 21.1 –43.2 23.7 –48.4 26.4 –53.9 29.3 –59.8 
2r 10 24.9 –81.6 28.6 –93.6 32.5 –106.5 36.7 –120.3 41.2 –134.8 45.9 –150.2 50.8 –166.5 
2r 20 21.7 –67.6 24.9 –77.6 28.4 –88.3 32.0 –99.7 35.9 –111.8 40.0 –124.6 44.3 –138.0 
2r 50 17.5 –49.2 20.1 –56.5 22.9 –64.3 25.8 –72.5 29.0 –81.3 32.3 –90.6 35.8 –100.4 
2r 100 14.3 –35.3 16.5 –40.5 18.7 –46.1 21.1 –52.0 23.7 –58.3 26.4 –64.9 29.3 –72.0 
3e 10 24.9 –79.7 28.6 –91.5 32.5 –104.1 36.7 –117.5 41.2 –131.7 45.9 –146.8 50.8 –162.7 
3e 20 21.7 –60.6 24.9 –69.5 28.4 –79.1 32.0 –89.3 35.9 –100.1 40.0 –111.5 44.3 –123.6 
3e 50 17.5 –35.3 20.1 –40.5 22.9 –46.1 25.8 –52.0 29.0 –58.3 32.3 –64.9 35.8 –72.0 
3e 100 14.3 –35.3 16.5 –40.5 18.7 –46.1 21.1 –52.0 23.7 –58.3 26.4 –64.9 29.3 –72.0 

Notes: Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. For effective wind areas between 
those given above, the load may be interpolated; otherwise, use the load associated with the lower effective area. Gray shading indicates 
that the final value, including all permitted reductions, used in the design shall not be less than that required by Section 30.2.2. 
Metric conversions: 1.0 ft = 0.3048 m; 1.0 ft2 = 0.0929 m2; 1.0 lb/ft2  = 0.0479 kN/m .2 
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Net Design Wind Pressure for Roof Overhang, pnet30, in lb/ft2, for Exposure B at h = 30 ft, V= 95–200 mph  
 

  

Zone 

Effective 
Wind Area 

(ft2) 

Wind Speed (mph) 

 002 091081071061051041031021 511 011 501 001 59  

R
oo
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1 & 1′  10 –23.4 –25.9 –28.6 –31.4 –34.3 –37.3 –43.8 –50.8 –58.3 –66.3 –74.9 –84.0 –93.6 –103.7 
1 & 1′  20 –23.0 –25.5 –28.1 –30.8 –33.7 –36.7 –43.0 –49.9 –57.3 –65.2 –73.6 –82.5 –91.9 –101.8 
1 & 1′  50 –22.4 –24.9 –27.4 –30.1 –32.9 –35.8 –42.0 –48.7 –55.9 –63.6 –71.8 –80.5 –89.7 –99.4 
1 & 1′  100 –22.0 –24.4 –26.9 –29.5 –32.3 –35.1 –41.2 –47.8 –54.9 –62.4 –70.5 –79.0 –88.1 –97.6 

2 10 –31.6 –35.1 –38.7 –42.4 –46.4 –50.5 –59.3 –68.7 –78.9 –89.8 –101.3 –113.6 –126.6 –140.3 
2 20 –28.7 –31.8 –35.1 –38.5 –42.1 –45.8 –53.8 –62.4 –71.6 –81.5 –92.0 –103.1 –114.9 –127.3 
2 50 –24.9 –27.5 –30.4 –33.3 –36.4 –39.7 –46.5 –54.0 –62.0 –70.5 –79.6 –89.2 –99.4 –110.1 
2 100 –21.9 –24.3 –26.8 –29.4 –32.1 –35.0 –41.1 –47.6 –54.7 –62.2 –70.2 –78.7 –87.7 –97.2 
3 10 –44.0 –48.8 –53.8 –59.0 –64.5 –70.2 –82.4 –95.6 –109.8 –124.9 –141.0 –158.1 –176.1 –195.1 
3 20 –38.9 –43.1 –47.5 –52.2 –57.0 –62.1 –72.9 –84.5 –97.0 –110.4 –124.6 –139.7 –155.6 –172.4 
3 50 –32.1 –35.6 –39.3 –43.1 –47.1 –51.3 –60.2 –69.8 –80.1 –91.2 –102.9 –115.4 –128.6 –142.5 
3 100 –27.0 –29.9 –33.0 –36.2 –39.6 –43.1 –50.6 –58.7 –67.4 –76.6 –86.5 –97.0 –108.1 –119.8 
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1 10 –34.4 –38.1 –42.0 –46.1 –50.4 –54.9 –64.4 –74.7 –85.8 –97.6 –110.1 –123.5 –137.6 –152.4 
1 20 –34.4 –38.1 –42.0 –46.1 –50.4 –54.9 –64.4 –74.7 –85.8 –97.6 –110.1 –123.5 –137.6 –152.4 
1 50 –29.7 –33.0 –36.3 –39.9 –43.6 –47.5 –55.7 –64.6 –74.1 –84.4 –95.2 –106.8 –119.0 –131.8 
1 100 –26.2 –29.1 –32.0 –35.2 –38.4 –41.8 –49.1 –56.9 –65.4 –74.4 –84.0 –94.1 –104.9 –116.2 
2e 10 –34.4 –38.1 –42.0 –46.1 –50.4 –54.9 –64.4 –74.7 –85.8 –97.6 –110.1 –123.5 –137.6 –152.4 
2e 20 –34.4 –38.1 –42.0 –46.1 –50.4 –54.9 –64.4 –74.7 –85.8 –97.6 –110.1 –123.5 –137.6 –152.4 
2e 50 –29.7 –33.0 –36.3 –39.9 –43.6 –47.5 –55.7 –64.6 –74.1 –84.4 –95.2 –106.8 –119.0 –131.8 
2e 100 –26.2 –29.1 –32.0 –35.2 –38.4 –41.8 –49.1 –56.9 –65.4 –74.4 –84.0 –94.1 –104.9 –116.2 
2n 10 –48.2 –53.4 –58.8 –64.6 –70.6 –76.8 –90.2 –104.6 –120.1 –136.6 –154.2 –172.9 –192.6 –213.4 
2n 20 –41.9 –46.5 –51.2 –56.2 –61.5 –66.9 –78.5 –91.1 –104.6 –119.0 –134.3 –150.6 –167.8 –185.9 
2n 50 –33.7 –37.4 –41.2 –45.2 –49.4 –53.8 –63.2 –73.3 –84.1 –95.7 –108.0 –121.1 –134.9 –149.5 
2n 100 –27.5 –30.5 –33.6 –36.9 –40.3 –43.9 –51.5 –59.8 –68.6 –78.1 –88.1 –98.8 –110.1 –122.0 
2r 10 –48.2 –53.4 –58.8 –64.6 –70.6 –76.8 –90.2 –104.6 –120.1 –136.6 –154.2 –172.9 –192.6 –213.4 
2r 20 –41.9 –46.5 –51.2 –56.2 –61.5 –66.9 –78.5 –91.1 –104.6 –119.0 –134.3 –150.6 –167.8 –185.9 
2r 50 –33.7 –37.4 –41.2 –45.2 –49.4 –53.8 –63.2 –73.3 –84.1 –95.7 –108.0 –121.1 –134.9 –149.5 
2r 100 –27.5 –30.5 –33.6 –36.9 –40.3 –43.9 –51.5 –59.8 –68.6 –78.1 –88.1 –98.8 –110.1 –122.0 
3e 10 –56.4 –62.5 –68.9 –75.6 –82.7 –90.0 –105.6 –122.5 –140.6 –160.0 –180.6 –202.5 –225.6 –250.0 
3e 20 –48.7 –54.0 –59.5 –65.3 –71.4 –77.7 –91.2 –105.8 –121.4 –138.2 –156.0 –174.9 –194.8 –215.9 
3e 50 –38.5 –42.7 –47.1 –51.6 –56.5 –61.5 –72.1 –83.7 –96.0 –109.3 –123.4 –138.3 –154.1 –170.7 
3e 100 –30.8 –34.2 –37.7 –41.3 –45.2 –49.2 –57.7 –66.9 –76.8 –87.4 –98.7 –110.6 –123.3 –136.6 
3r 10 –66.0 –73.2 –80.7 –88.5 –96.8 –105.4 –123.7 –143.4 –164.6 –187.3 –211.5 –237.1 –264.2 –292.7 
3r 20 –55.7 –61.7 –68.0 –74.7 –81.6 –88.9 –104.3 –120.9 –138.8 –158.0 –178.3 –199.9 –222.7 –246.8 
3r 50 –42.0 –46.5 –51.3 –56.3 –61.5 –67.0 –78.6 –91.2 –104.7 –119.1 –134.5 –150.8 –168.0 –186.1 
3r 100 –31.6 –35.1 –38.7 –42.4 –46.4 –50.5 –59.3 –68.7 –78.9 –89.8 –101.3 –113.6 –126.6 –140.3 

 
Note: Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. Metric conversions: 1.0 ft = 
0.3048 m; 1.0 ft2 = 0.0929 m2; 1.0 lb/ft2  = 0.0479 kN/m  . 2 
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Net Design Wind Pressure for Roof Overhang, pnet30, in lb/ft2, for Exposure B at h = 30 ft, V= 95–200 mph 

  
Zone 

Effective 
Wind Area 

(ft2) 

Wind Speed (mph) 

 002 091 081 071 061 051 041 031 021 511 011 501 001 59  
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1 10 –27.5 –30.5 –33.6 –36.9 –40.3 –43.9 –51.5 –59.8 –68.6 –78.1 –88.1 –98.8 –110.1 –122.0 
1 20 –27.5 –30.5 –33.6 –36.9 –40.3 –43.9 –51.5 –59.8 –68.6 –78.1 –88.1 –98.8 –110.1 –122.0 
1 50 –26.6 –29.5 –32.5 –35.6 –39.0 –42.4 –49.8 –57.7 –66.3 –75.4 –85.1 –95.4 –106.3 –117.8 
1 100 –25.9 –28.7 –31.6 –34.7 –37.9 –41.3 –48.5 –56.2 –64.5 –73.4 –82.9 –92.9 –103.5 –114.7 
2e 10 –27.5 –30.5 –33.6 –36.9 –40.3 –43.9 –51.5 –59.8 –68.6 –78.1 –88.1 –98.8 –110.1 –122.0 
2e 20 –27.5 –30.5 –33.6 –36.9 –40.3 –43.9 –51.5 –59.8 –68.6 –78.1 –88.1 –98.8 –110.1 –122.0 
2e 50 –26.5 –29.3 –32.3 –35.5 –38.8 –42.2 –49.6 –57.5 –66.0 –75.1 –84.7 –95.0 –105.9 –117.3 
2e 100 –25.7 –28.4 –31.4 –34.4 –37.6 –41.0 –48.1 –55.7 –64.0 –72.8 –82.2 –92.2 –102.7 –113.8 
2n 10 –41.3 –45.7 –50.4 –55.3 –60.5 –65.9 –77.3 –89.6 –102.9 –117.1 –132.2 –148.2 –165.1 –182.9 
2n 20 –38.5 –42.6 –47.0 –51.6 –56.4 –61.4 –72.0 –83.5 –95.9 –109.1 –123.2 –138.1 –153.8 –170.5 
2n 50 –34.7 –38.5 –42.4 –46.6 –50.9 –55.4 –65.0 –75.4 –86.6 –98.5 –111.2 –124.7 –138.9 –153.9 
2n 100 –31.9 –35.4 –39.0 –42.8 –46.8 –50.9 –59.8 –69.3 –79.6 –90.5 –102.2 –114.6 –127.7 –141.5 
2r 10 –41.3 –45.7 –50.4 –55.3 –60.5 –65.9 –77.3 –89.6 –102.9 –117.1 –132.2 –148.2 –165.1 –182.9 
2r 20 –38.5 –42.6 –47.0 –51.6 –56.4 –61.4 –72.0 –83.5 –95.9 –109.1 –123.2 –138.1 –153.8 –170.5 
2r 50 –34.7 –38.5 –42.4 –46.6 –50.9 –55.4 –65.0 –75.4 –86.6 –98.5 –111.2 –124.7 –138.9 –153.9 
2r 100 –31.9 –35.4 –39.0 –42.8 –46.8 –50.9 –59.8 –69.3 –79.6 –90.5 –102.2 –114.6 –127.7 –141.5 
3e 10 –49.5 –54.9 –60.5 –66.4 –72.6 –79.0 –92.7 –107.6 –123.5 –140.5 –158.6 –177.8 –198.1 –219.5 
3e 20 –41.7 –46.2 –50.9 –55.9 –61.0 –66.5 –78.0 –90.5 –103.9 –118.2 –133.4 –149.6 –166.6 –184.6 
3e 50 –31.3 –34.6 –38.2 –41.9 –45.8 –49.9 –58.5 –67.9 –77.9 –88.7 –100.1 –112.2 –125.0 –138.5 
3e 100 –23.4 –25.9 –28.6 –31.4 –34.3 –37.3 –43.8 –50.8 –58.3 –66.3 –74.9 –84.0 –93.6 –103.7 
3r 10 –57.4 –63.6 –70.1 –76.9 –84.1 –91.5 –107.4 –124.6 –143.0 –162.7 –183.7 –206.0 –229.5 –254.3 
3r 20 –47.5 –52.6 –58.0 –63.7 –69.6 –75.8 –88.9 –103.1 –118.4 –134.7 –152.0 –170.4 –189.9 –210.4 
3r 50 –34.4 –38.1 –42.0 –46.1 –50.4 –54.9 –64.4 –74.7 –85.8 –97.6 –110.1 –123.5 –137.6 –152.4 
3r 100 –34.4 –38.1 –42.0 –46.1 –50.4 –54.9 –64.4 –74.7 –85.8 –97.6 –110.1 –123.5 –137.6 –152.4 
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1 10 –30.3 –33.5 –37.0 –40.6 –44.4 –48.3 –56.7 –65.7 –75.5 –85.9 –96.9 –108.7 –121.1 –134.2 
1 20 –28.2 –31.2 –34.4 –37.8 –41.3 –45.0 –52.8 –61.2 –70.3 –80.0 –90.3 –101.2 –112.8 –125.0 
1 50 –25.5 –28.2 –31.1 –34.1 –37.3 –40.6 –47.7 –55.3 –63.5 –72.2 –81.5 –91.4 –101.8 –112.8 
1 100 –23.4 –25.9 –28.6 –31.4 –34.3 –37.3 –43.8 –50.8 –58.3 –66.3 –74.9 –84.0 –93.6 –103.7 
2e 10 –30.3 –33.5 –37.0 –40.6 –44.4 –48.3 –56.7 –65.7 –75.5 –85.9 –96.9 –108.7 –121.1 –134.2 
2e 20 –28.2 –31.2 –34.4 –37.8 –41.3 –45.0 –52.8 –61.2 –70.3 –80.0 –90.3 –101.2 –112.8 –125.0 
2e 50 –25.5 –28.2 –31.1 –34.1 –37.3 –40.6 –47.7 –55.3 –63.5 –72.2 –81.5 –91.4 –101.8 –112.8 
2e 100 –23.4 –25.9 –28.6 –31.4 –34.3 –37.3 –43.8 –50.8 –58.3 –66.3 –74.9 –84.0 –93.6 –103.7 
2n 10 –38.5 –42.7 –47.1 –51.6 –56.5 –61.5 –72.1 –83.7 –96.0 –109.3 –123.4 –138.3 –154.1 –170.7 
2n 20 –35.3 –39.2 –43.2 –47.4 –51.8 –56.4 –66.2 –76.8 –88.1 –100.2 –113.2 –126.9 –141.4 –156.6 
2n 50 –31.1 –34.5 –38.0 –41.7 –45.6 –49.7 –58.3 –67.6 –77.6 –88.3 –99.7 –111.8 –124.5 –138.0 
2n 100 –27.9 –31.0 –34.1 –37.5 –41.0 –44.6 –52.3 –60.7 –69.7 –79.3 –89.5 –100.3 –111.8 –123.9 
2r 10 –30.3 –33.5 –37.0 –40.6 –44.4 –48.3 –56.7 –65.7 –75.5 –85.9 –96.9 –108.7 –121.1 –134.2 
2r 20 –28.2 –31.2 –34.4 –37.8 –41.3 –45.0 –52.8 –61.2 –70.3 –80.0 –90.3 –101.2 –112.8 –125.0 
2r 50 –25.5 –28.2 –31.1 –34.1 –37.3 –40.6 –47.7 –55.3 –63.5 –72.2 –81.5 –91.4 –101.8 –112.8 
2r 100 –23.4 –25.9 –28.6 –31.4 –34.3 –37.3 –43.8 –50.8 –58.3 –66.3 –74.9 –84.0 –93.6 –103.7 
3e 10 –45.3 –50.2 –55.4 –60.8 –66.4 –72.3 –84.8 –98.4 –113.0 –128.5 –145.1 –162.7 –181.2 –200.8 
3e 20 –41.1 –45.6 –50.2 –55.1 –60.3 –65.6 –77.0 –89.3 –102.5 –116.7 –131.7 –147.6 –164.5 –182.3 
3e 50 –35.6 –39.4 –43.5 –47.7 –52.2 –56.8 –66.6 –77.3 –88.7 –101.0 –114.0 –127.8 –142.4 –157.7 
3e 100 –31.4 –34.8 –38.4 –42.1 –46.0 –50.1 –58.8 –68.2 –78.3 –89.1 –100.6 –112.7 –125.6 –139.2 
3r 10 –38.5 –42.7 –47.1 –51.6 –56.5 –61.5 –72.1 –83.7 –96.0 –109.3 –123.4 –138.3 –154.1 –170.7 
3r 20 –35.3 –39.2 –43.2 –47.4 –51.8 –56.4 –66.2 –76.8 –88.1 –100.2 –113.2 –126.9 –141.4 –156.6 
3r 50 –31.1 –34.5 –38.0 –41.7 –45.6 –49.7 –58.3 –67.6 –77.6 –88.3 –99.7 –111.8 –124.5 –138.0 
3r 100 –27.9 –31.0 –34.1 –37.5 –41.0 –44.6 –52.3 –60.7 –69.7 –79.3 –89.5 –100.3 –111.8 –123.9 

Note: Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
Metric conversions: 1.0 ft = 0.3048 m; 1.0 ft2 = 0.0929 m2; 1.0 lb/ft2  = 0.0479 kN/m .2 

FIGURE 30.4-1 (Continued ). Components and Cladding, Part 2 [h ≤ 60 ft (h ≤ 18.3 m)]: Design Wind Pressures for Enclosed
Buildings—Walls and Roofs

continues
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Net Design Wind Pressure for Roof Overhang, pnet30, in lb/ft2, for Exposure B at h = 30 ft, V= 95–200 mph 

    

Zone 

Effective 
Wind Area 

(ft2) 

Wind Speed (mph) 

 002 091 081 071 061 051 041 031 021 511 011 501 001 59    

H
ip
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oo
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> 

7 
to

 2
0 

D
eg

re
es

 

h/
D

 ≤≤
 0

.5
 

1 10 –24.8 –27.4 –30.3 –33.2 –36.3 –39.5 –46.4 –53.8 –61.7 –70.2 –79.3 –88.9 –99.1 –109.8 
1 20 –25.6 –28.4 –31.3 –34.3 –37.5 –40.8 –47.9 –55.6 –63.8 –72.6 –82.0 –91.9 –102.4 –113.4 
1 50 –26.7 –29.6 –32.6 –35.8 –39.1 –42.6 –50.0 –58.0 –66.5 –75.7 –85.5 –95.8 –106.8 –118.3 
1 100 –27.5 –30.5 –33.6 –36.9 –40.3 –43.9 –51.5 –59.8 –68.6 –78.1 –88.1 –98.8 –110.1 –122.0 
2e 10 –31.6 –35.1 –38.7 –42.4 –46.4 –50.5 –59.3 –68.7 –78.9 –89.8 –101.3 –113.6 –126.6 –140.3 
2e 20 –31.0 –34.4 –37.9 –41.6 –45.4 –49.5 –58.1 –67.3 –77.3 –88.0 –99.3 –111.3 –124.0 –137.4 
2e 50 –30.2 –33.4 –36.9 –40.4 –44.2 –48.1 –56.5 –65.5 –75.2 –85.6 –96.6 –108.3 –120.7 –133.7 
2e 100 –29.5 –32.7 –36.1 –39.6 –43.3 –47.1 –55.3 –64.1 –73.6 –83.8 –94.6 –106.0 –118.1 –130.9 
2r 10 –39.9 –44.2 –48.7 –53.5 –58.5 –63.7 –74.7 –86.7 –99.5 –113.2 –127.8 –143.2 –159.6 –176.8 
2r 20 –38.0 –42.1 –46.4 –50.9 –55.7 –60.6 –71.1 –82.5 –94.7 –107.8 –121.7 –136.4 –152.0 –168.4 
2r 50 –35.5 –39.3 –43.3 –47.5 –52.0 –56.6 –66.4 –77.0 –88.4 –100.6 –113.6 –127.3 –141.9 –157.2 
2r 100 –33.6 –37.2 –41.0 –45.0 –49.2 –53.5 –62.8 –72.9 –83.7 –95.2 –107.4 –120.5 –134.2 –148.7 
3 10 –39.9 –44.2 –48.7 –53.5 –58.5 –63.7 –74.7 –86.7 –99.5 –113.2 –127.8 –143.2 –159.6 –176.8 
3 20 –35.8 –39.6 –43.7 –47.9 –52.4 –57.1 –67.0 –77.7 –89.2 –101.4 –114.5 –128.4 –143.0 –158.5 
3 50 –30.3 –33.6 –37.0 –40.6 –44.4 –48.3 –56.7 –65.8 –75.5 –85.9 –97.0 –108.7 –121.2 –134.3 
3 100 –26.2 –29.0 –31.9 –35.1 –38.3 –41.7 –49.0 –56.8 –65.2 –74.2 –83.7 –93.9 –104.6 –115.9 

h/
D

 ≥
 0

.8
 

1 10 –31.6 –35.1 –38.7 –42.4 –46.4 –50.5 –59.3 –68.7 –78.9 –89.8 –101.3 –113.6 –126.6 –140.3 
1 20 –28.3 –31.4 –34.6 –38.0 –41.5 –45.2 –53.1 –61.5 –70.6 –80.4 –90.7 –101.7 –113.3 –125.6 
1 50 –24.0 –26.5 –29.3 –32.1 –35.1 –38.2 –44.9 –52.0 –59.7 –67.9 –76.7 –86.0 –95.8 –106.2 
1 100 –20.6 –22.9 –25.2 –27.7 –30.2 –32.9 –38.6 –44.8 –51.5 –58.5 –66.1 –74.1 –82.6 –91.5 
2e 10 –42.7 –47.3 –52.1 –57.2 –62.5 –68.1 –79.9 –92.6 –106.3 –121.0 –136.6 –153.1 –170.6 –189.0 
2e 20 –40.4 –44.8 –49.4 –54.2 –59.2 –64.5 –75.7 –87.8 –100.8 –114.7 –129.4 –145.1 –161.7 –179.2 
2e 50 –37.5 –41.5 –45.8 –50.2 –54.9 –59.8 –70.2 –81.4 –93.4 –106.3 –120.0 –134.5 –149.9 –166.1 
2e 100 –35.2 –39.1 –43.1 –47.3 –51.7 –56.2 –66.0 –76.6 –87.9 –100.0 –112.9 –126.5 –141.0 –156.2 
2r 10 –39.9 –44.2 –48.7 –53.5 –58.5 –63.7 –74.7 –86.7 –99.5 –113.2 –127.8 –143.2 –159.6 –176.8 
2r 20 –38.0 –42.1 –46.4 –50.9 –55.7 –60.6 –71.1 –82.5 –94.7 –107.8 –121.7 –136.4 –152.0 –168.4 
2r 50 –35.5 –39.3 –43.3 –47.5 –52.0 –56.6 –66.4 –77.0 –88.4 –100.6 –113.6 –127.3 –141.9 –157.2 
2r 100 –33.6 –37.2 –41.0 –45.0 –49.2 –53.5 –62.8 –72.9 –83.7 –95.2 –107.4 –120.5 –134.2 –148.7 
3 10 –50.9 –56.4 –62.2 –68.3 –74.6 –81.2 –95.3 –110.6 –126.9 –144.4 –163.0 –182.8 –203.6 –225.6 
3 20 –45.2 –50.1 –55.2 –60.6 –66.2 –72.1 –84.6 –98.1 –112.6 –128.1 –144.7 –162.2 –180.7 –200.2 
3 50 –37.6 –41.7 –45.9 –50.4 –55.1 –60.0 –70.4 –81.7 –93.7 –106.7 –120.4 –135.0 –150.4 –166.7 
3 100 –31.9 –35.3 –38.9 –42.7 –46.7 –50.9 –59.7 –69.2 –79.5 –90.4 –102.1 –114.4 –127.5 –141.3 
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1 10 –26.0 –28.9 –31.8 –34.9 –38.2 –41.6 –48.8 –56.6 –64.9 –73.9 –83.4 –93.5 –104.2 –115.4 
1 20 –25.7 –28.5 –31.5 –34.5 –37.7 –41.1 –48.2 –55.9 –64.2 –73.0 –82.5 –92.4 –103.0 –114.1 
1 50 –25.4 –28.1 –31.0 –34.0 –37.2 –40.5 –47.5 –55.1 –63.2 –71.9 –81.2 –91.0 –101.4 –112.4 
1 100 –25.1 –27.8 –30.6 –33.6 –36.7 –40.0 –46.9 –54.4 –62.5 –71.1 –80.3 –90.0 –100.2 –111.1 

 

2e 10 
2e 20 
2e 50 
2e 100 

– – – – – – – – – – – – – –

– – – – – – – – – – – – – –

2r 10 –33.7 –37.3 –41.1 –45.1 –49.3 –53.7 –63.0 –73.1 –83.9 –95.5 –107.8 –120.9 –134.7 –149.2 
2r 20 –32.2 –35.7 –39.4 –43.2 –47.2 –51.4 –60.4 –70.0 –80.4 –91.5 –103.2 –115.7 –129.0 –142.9 
2r 50 30.4 33.6 37.1 40.7 44.5 48.4 56.9 65.9 75.7 86.1 97.2 109.0 121.4 134.6 
2r 100 –28.9 –32.1 –35.4 –38.8 –42.4 –46.2 –54.2 –62.8 –72.1 –82.1 –92.7 –103.9 –115.8 –128.3 

–33.7 –37.3 –41.1 –45.1 –49.3 –53.7 –63.0 –73.1 –83.9 –95.5 –107.8 –120.9 –134.7 –149.2 
–32.2 –35.7 –39.4 –43.2 –47.2 –51.4 –60.4 –70.0 –80.4 –91.5 –103.2 –115.7 –129.0 –142.9 
30.4 33.6 37.1 40.7 44.5 48.4 56.9 65.9 75.7 86.1 97.2 109.0 121.4 134.6 

–28.9 –32.1 –35.4 –38.8 –42.4 –46.2 –54.2 –62.8 –72.1 –82.1 –92.7 –103.9 –115.8 –128.3 

3 10 –40.3 –44.7 –49.2 –54.0 –59.1 –64.3 –75.5 –87.5 –100.5 –114.3 –129.1 –144.7 –161.2 –178.7 
3 20 –35.8 –39.6 –43.7 –47.9 –52.4 –57.1 –67.0 –77.7 –89.1 –101.4 –114.5 –128.4 –143.0 –158.5 
3 50 –29.7 –33.0 –36.3 –39.9 –43.6 –47.5 –55.7 –64.6 –74.1 –84.4 –95.2 –106.8 –119.0 –131.8 
3 100 –25.2 –27.9 –30.8 –33.8 –36.9 –40.2 –47.2 –54.7 –62.8 –71.5 –80.7 –90.4 –100.8 –111.6 

Note: Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
Metric conversions: 1.0 ft = 0.3048 m; 1.0 ft2 = 0.0929 m2; 1.0 lb/ft2  = 0.0479 kN/m .2 

FIGURE 30.4-1 (Continued ). Components and Cladding, Part 2 [h ≤ 60 ft (h ≤ 18.3 m)]: Design Wind Pressures for Enclosed
Buildings—Walls and Roofs
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Net Design Wind Pressure for Roof Overhang, pnet30, in lb/ft2, for Exposure B at h = 30 ft, V= 95–200 mph 

  Zone 

Effective 
Wind Area 

(ft2)

Wind Speed (mph) 

95 100 105 110 115 120 130 140 150 160 170 180 190 200 
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1 10 –31.6 –35.1 –38.7 –42.4 –46.4 –50.5 –59.3 –68.7 –78.9 –89.8 –101.3 –113.6 –126.6 –140.3 
1 20 –29.1 –32.2 –35.5 –39.0 –42.6 –46.4 –54.5 –63.2 –72.5 –82.5 –93.2 –104.5 –116.4 –129.0 
1 50 –25.7 –28.5 –31.4 –34.5 –37.7 –41.1 –48.2 –55.9 –64.1 –73.0 –82.4 –92.4 –102.9 –114.0 
1 100 –23.2 –25.7 –28.3 –31.1 –34.0 –37.0 –43.4 –50.4 –57.8 –65.8 –74.2 –83.2 –92.7 –102.8 
2e 10 –38.1 –42.3 –46.6 –51.1 –55.9 –60.9 –71.4 –82.8 –95.1 –108.2 –122.1 –136.9 –152.6 –169.0 
2e 20 –31.6 –35.0 –38.6 –42.3 –46.3 –50.4 –59.1 –68.6 –78.7 –89.6 –101.1 –113.4 –126.3 –140.0 
2e 50 –22.9 –25.4 –28.0 –30.7 –33.6 –36.6 –42.9 –49.8 –57.1 –65.0 –73.4 –82.3 –91.7 –101.6 
2e 100 –22.0 –24.4 –26.9 –29.5 –32.3 –35.1 –41.2 –47.8 –54.9 –62.4 –70.5 –79.0 –88.1 –97.6 
2r 10 –46.1 –51.1 –56.3 –61.8 –67.5 –73.5 –86.3 –100.1 –114.9 –130.7 –147.6 –165.5 –184.4 –204.3 
2r 20 –39.7 –44.0 –48.5 –53.2 –58.1 –63.3 –74.3 –86.2 –98.9 –112.5 –127.0 –142.4 –158.7 –175.8 
2r 50 –31.2 –34.6 –38.1 –41.8 –45.7 –49.8 –58.4 –67.7 –77.7 –88.5 –99.9 –112.0 –124.7 –138.2 
2r 100 –24.8 –27.4 –30.3 –33.2 –36.3 –39.5 –46.4 –53.8 –61.7 –70.2 –79.3 –88.9 –99.1 –109.8 
3 10 –45.2 –50.1 –55.3 –60.6 –66.3 –72.2 –84.7 –98.2 –112.8 –128.3 –144.8 –162.4 –180.9 –200.5 
3 20 –36.4 –40.3 –44.5 –48.8 –53.4 –58.1 –68.2 –79.1 –90.8 –103.3 –116.6 –130.7 –145.7 –161.4 
3 50 –24.8 –27.4 –30.3 –33.2 –36.3 –39.5 –46.4 –53.8 –61.7 –70.2 –79.3 –88.9 –99.1 –109.8 
3 100 –24.8 –27.4 –30.3 –33.2 –36.3 –39.5 –46.4 –53.8 –61.7 –70.2 –79.3 –88.9 –99.1 –109.8 

Note: Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
Metric conversions: 1.0 ft = 0.3048 m; 1.0 ft2 = 0.0929 m2; 1.0 lb/ft2  = 0.0479 kN/m .2 

Adjustment Factor for Building Height and Exposure, λλ

Mean 
Roof 

Height (ft) 

Exposure 

B C D 

15 0.82 1.21 1.47 

20 0.89 1.29 1.55 

30 1.00 1.40 1.66 

35 1.05 1.45 1.70 

40 1.09 1.49 1.74 

45 1.12 1.53 1.78 

50 1.16 1.56 1.81 

55 1.19 1.59 1.84 

60 1.22 1.62 1.87 
Note: Metric conversions: 1.0 ft = 0.3048 m; 1.0 ft2 = 0.0929 m2; 1.0 lb/ft2  = 0.0479 kN/m .2 

FIGURE 30.4-1 (Continued ). Components and Cladding, Part 2 [h ≤ 60 ft (h ≤ 18.3 m)]: Design Wind Pressures for Enclosed
Buildings—Walls and Roofs

Table 30.5-1 Steps to Determine C&C Wind Loads for Enclosed or Partially Enclosed Building with h>60 ft (h>18.3 m)

Step 1: Determine risk category; see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for applicable risk category; see Figs. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:

• Wind directionality factor, Kd ; see Section 26.6 and Table 26.6-1.
• Exposure category B, C, or D; see Section 26.7.
• Topographic factor, Kzt ; see Section 26.8 and Fig. 26.8-1.
• Ground elevation factor, Ke; see Section 26.9 and Table 26.9-1
• Enclosure classification; see Section 26.12.
• Internal pressure coefficient, (GCpi); see Section 26.13 and Table 26.13-1.

Step 4: Determine velocity pressure exposure coefficient, Kz or Kh; see Table 26.10-1.
Step 5: Determine velocity pressure, q, Eq. (26.10-1).
Step 6: Determine external pressure coefficient, (GCp):

• Walls and flat roofs (θ < 10°), see Fig. 30.5-1
• Gable and hip roofs, see Fig. 30.3-2 per Note 6 of Fig. 30.5-1
• Arched roofs, see Fig. 27.3-3, Note 4
• Domed roofs, see Fig. 30.3-7

Step 7: Calculate wind pressure, p, Eq. (30.5-1).
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(GCp) = external pressure coefficients given in:

• Fig. 30.5-1 for walls and flat roofs,
• Fig. 27.3-3, Note 4, for arched roofs,
• Fig. 30.3-7 for domed roofs,
• Note 6 of Fig. 30.5-1 for other roof angles and
geometries;

(GCpi) = internal pressure coefficient given in Table 26.13-1.

q and qi shall be evaluated using exposure as defined in
Section 26.7.3.

EXCEPTION: In buildings with a mean roof height h greater
than 60 ft (18.3 m) and less than 90 ft (27.4 m), (GCp) values
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FIGURE 30.5-1 Components and Cladding, Part 3 [h>60 ft (h>18.3 m)]: External Pressure Coefficients, (GCp ), for Enclosed, Partially
Enclosed Buildings—Walls and Roofs
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from Figs. 30.3-1 through 30.3-6 shall be permitted to be used if
the height-to-width ratio is 1 or less.

PART 4: BUILDINGS WITH 60 ft < h ≤ 160 ft
(18.3 m < h ≤ 48.8 m) (SIMPLIFIED)

User Note: Part 4 of Chapter 30 is a simplified method for
determining wind pressures for C&C of enclosed buildings
with 60 ft < h ≤ 160 ft (18.3 m < h ≤ 48.8 m) that have
roof shapes as specified in the applicable figures. These
provisions are based on the Directional Procedure from Part
3 with wind pressures selected directly from a table and
adjusted as applicable. Fig. 30.4-1 in Part 2 is referenced for
buildings with h ≤ 60 ft (h ≤ 18.3 m) for all roof shapes and
for the specified roof shapes when h > 60 ft (h > 18.3 m).

30.6 BUILDING TYPES

The provisions of Section 30.6 are applicable to an enclosed
building that has a mean roof height 60 ft < h ≤ 160 ft
(18.3 m < h ≤ 48.8 m) with a flat roof, gable roof, hip roof,
monoslope roof, or mansard roof. The steps required for the
determination of wind loads on C&C for these building types are
shown in Table 30.6-1.

30.6.1 Wind Load: Components and Cladding

30.6.1.1 Wall and Roof Surfaces. Design wind pressures on
the designated zones of walls and roof surfaces shall be deter-
mined from Table 30.6-2 as applicable based on the applicable
basic wind speed V , mean roof height h, and roof slope θ.
Buildings with a mean roof height greater than 60 ft (18.3 m) but
less than 70 ft (21.3 m) shall use the 70 ft (21.3 m) design wind
pressures. Tabulated pressures shall be multiplied by the expo-
sure adjustment factor (EAF) shown in the table if exposure is
different from Exposure C. Pressures in Table 30.6-2 are based
on an effective wind area of 10 ft2 (0.93 m2). Reductions in wind
pressure for larger effective wind areas may be taken based on the
reduction factors (RF) shown in the table. Pressures are to be
applied over the entire zone shown in the figures.
Final design wind pressure shall be determined from the

following equation:

p= ptableðEAFÞðRFÞKzt (30.6-1)

where

RF = effective area reduction factor from Table 30.6-2;
EAF = exposure adjustment factor from Table 30.6-2; and
Kzt = topographic factor as defined in Section 26.8.

For flat, hip, gable, monoslope, and mansard roofs with all roof
slopes θ and h ≤ 60 ft (h ≤ 18.3 m), roof pressures shall be
obtained from Part 2 and Fig. 30.4-1.
For flat, hip, gable, monoslope, and mansard roofs with h >

60 ft (h > 18.3 m) and roof slope θ ≤ 7 degrees, roof and wall
pressures shall be applied as shown in Table 30.6-2. For hip and
gable roofs with h > 60 ft (h > 18.3 m) and all roof slopes θ >
7 degrees, Fig. 30.4-1 shall be applied with the appropriate
velocity pressure qh. For monoslope and mansard roofs with h >
60 ft (h > 18.3 m) and all roof slopes θ > 7 degrees, refer to
figures in Table 30.6-2 for roof zone designations. Roof pressures
shall be applied from Fig. 30.4-1 with appropriate velocity
pressure qh. Where Fig. 30.4-1 applies, adjustment factor λ shall
be applied to roof and wall pressures shown in figure for other
exposure and height conditions.

30.6.1.2 Parapets. Design wind pressures on parapet surfaces
shall be based on wind pressures for the applicable edge and corner
zones in which the parapet is located, as shown in Table 30.6-2,
modified based on the following two load cases:

• Load Case A shall consist of applying the applicable
positive wall pressure from the table to the front surface
of the parapet while applying the applicable negative
edge or corner zone roof pressure from the table to the
back surface.

• Load Case B shall consist of applying the applicable
positive wall pressure from the table to the back of the
parapet surface and applying the applicable negative wall
pressure from the table to the front surface.

Pressures in Table 30.6-2 are based on an effective wind area
of 10 ft2 (0.93 m2). Reduction in wind pressure for larger
effective wind area shall be permitted to be taken based on the
reduction factor shown in the table.
Pressures are to be applied to the parapet in accordance with

Fig. 30.6-1. The height h to be used with Fig. 30.6-1 to determine
the pressures shall be the height to the top of the parapet.
Determine final pressure from Eq. (30.6-1).

30.6.1.3 Roof Overhangs. Design wind pressures on roof
overhangs for flat, hip, gable, mansard, and monoslope roofs
with h ≤ 60 ft (h ≤ 18.3 m) shall be based on roof zones as
shown in the figures in Table 30.6-2 and the tabulated pressures
shown in Fig. 30.4-1. Design wind pressures on roof overhangs
with h > 60 ft (h > 18.3 m) as shown in the figures in
Table 30.6-2 shall be based on wind pressures shown for the
applicable zones in Table 30.6-2 modified as described herein. For
Zones 1 and 2, a multiplier of 1.0 shall be used on pressures shown
in Table 30.6-2. For Zone 3, a multiplier of 1.15 shall be used on
pressures shown in Table 30.6-2. For roofs having other shapes as

Table 30.6-1 Steps to Determine C&C Wind Loads for Enclosed Building with 60 ft <h ≤ 160 ft (18.3 m<h ≤ 48.8 m)

Step 1: Determine risk category of building; see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for applicable risk category; see Figs. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:
• Exposure category B, C, or D; see Section 26.7.

Step 4: For flat, gable, hip, monoslope, and mansard roofs with h ≤ 60 ft (h ≤ 18.3 m), refer to the figures in Table 30.6-2 and determine roof and wall pressures
directly from Fig. 30.4-1.

Step 5: For flat and monoslope roofs with h > 60 ft (h > 18.3 m), see Table 30.6-2 to determine pressure on walls and roof, ph, pz.
For flat, hip, gable, monoslope, and mansard roofs with h > 60 ft (h > 18.3 m) and roof slope θ ≤ 7 degrees, apply roof pressures as shown in Table 30.6-2.
For hip and gable roofs with h > 60 ft (h > 18.3 m) and all roof slopes θ > 7 degrees, apply Fig. 30.4-1 with appropriate velocity pressure qh.

Step 6: Determine topographic factor, Kzt , and apply factor to pressures determined from tables (if applicable); see Section 26.8.
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Table 30.6-2 ComponentsandCladding,Part 4 [h ≤ 160 ft (h ≤ 48.8 m)]:C&CZones forEnclosedBuildings—C&CWall andRoofPressures

Parameters for Application of C&C Wall and Roof Pressures 

Flat/Hip/Gable/Mansard Roof: θ ≤ 7 degrees; h ≤ 60 ft Flat Roof: θ ≤ 7 degrees; h > 60 ft 

Monoslope Roof: 7 < θ ≤ 30 degrees; h ≤ 160 ft Gable Roof: 7 < θ ≤ 45 degrees; h ≤ 160 ft 

Hip Roof: 7 ≤ θ ≤ 45 degrees; h ≤ 160 ft Mansard Roof: 7 ≤ θ ≤ 45 degrees; h ≤ 160 ft  
(See Note 2) 
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Notation 
a = 10% of the least horizontal dimension but not less than 3 ft (0.9 m).
h = Mean roof height, in ft (m). 
V = Basic wind speed, in mph (m/s). 

Notes 
1. See Section 30.6.1.1 for tabulated wall and roof pressure from Table 30.6-2 and Fig. 30.4-1, as applicable. 
2. For mansard roofs, apply roof pressures on sloped surfaces as tabulated for sloped surfaces of gable roofs; apply 

roof pressure on flat surfaces (θ  < 7°) as tabulated for flat roofs. 
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Table 30.6-2 (Continued ). Components and Cladding, Part 4 [h ≤160 ft (h ≤48.8 m)]: C&C Zones for Enclosed Buildings—
C&C Wall and Roof Pressures

  Exposure Adjustment Factor
h (ft.) Exp B Exp D
160 0.809 1.113
150 0.805 1.116
140 0.801 1.118
130 0.796 1.121
120 0.792 1.125
110 0.786 1.128
100 0.781 1.132
90 0.775 1.137
80 0.768 1.141
70 0.760 1.147
60 0.751 1.154
50 0.741 1.161
40 0.729 1.171
30 0.713 1.183
20 0.692 1.201
15 0.677 1.214

Roof and Wall Pressures for Components and Cladding, Exposure Adjustment Factor (EAF) 

Notes for C&C Wall and Roof Pressures Table: 
1. For each roof form, Exposure C, V and h determine roof and wall cladding pressures for the applicable zone 

from these tables. For other Exposures B or D, multiply pressures from table by the appropriate exposure 
adjustment factor determined from figure, Roof and Wall Pressures for Components and Cladding, Exposure 
Adjustment Factor. 

2. Interpolation between h values is permitted. For pressures at other V values than shown in the C&C Wall and 
Roof Pressures table, multiply table value for any given V'  in the table as shown in the equation below: 

Pressure at desired V = pressure from table at V' × [V desired/V']2 

3. Where two load cases are shown, both positive and negative pressures shall be considered. 
4. Pressures are shown for an effective wind area equal to 10 ft2 (0.93 m2). For larger effective wind areas, the 

pressure shown may be reduced by the reduction coefficient applicable to each zone, as indicated in the table 
and figure for Effective Wind Area Reduction Factors. 

5. Metric conversion: 1.0 ft = 0.3048 m.

continues
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Table 30.6-2 (Continued ). Components and Cladding, Part 4 [h ≤160 ft (h ≤48.8 m)]: C&C Zones for Enclosed Buildings—
C&C Wall and Roof Pressures
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Effective Wind Area Reduction Factors (RF)

Reduction Factors for Pressures Shown in C&C Wall and Roof Pressures Tables 
Roof Form Sign Pressure Zone 1 Zone 2 Zone 3 Zone 4 Zone 5 

Flat/gable/hip/mansard 
   (θ < 7 deg.) 

Plus D D D C E 
Minus NA NA NA D D 

Monoslope Plus A B D C E 
Minus C C C D D 

Overhang All A A B NA NA 

Adjustment Factor,  , for Building Height and

Notes
1.

Mean Roof
Height, ft

Exposure
B C D

160 1.613 1.994 2.220
150 1.584 1.967 2.195
140 1.553 1.939 2.169
130 1.520 1.909 2.141 
120 1.486 1.877 2.111 
110 1.450 1.843 2.079 
100 1.411 1.807 2.045 
90 1.369 1.767 2.008 
80 1.323 1.724 1.967 
70 1.274 1.676 1.922
60 1.219 1.622 1.871
50 1.157 1.561 1.813
40 1.086 1.490 1.744
30 1.000 1.402 1.659
20 0.891 1.287 1.546
15 0.820 1.212 1.471

For flat, hip, gable, monoslope, and mansard roofs with h ≤ 60 ft          
(h ≤ 18.3 m) and all roof slopes θ, apply requirements of  Part 2 and 
Fig. 30.4-1.

2. For flat, hip, gable, monoslope, and mansard roofs with h > 60 ft           
(h > 18.3 m) and roof slope θ ≤ 7° degrees, apply roof pressures as 
shown in C&C Wall and Roof Pressures tables. 

3. For hip and gable roofs with  h > 60 ft  (h > 18.3 m) and all roof slopes 
θ > 7°, apply Fig. 30.4-1 and appropriate velocity pressure qh. Refer to 
Note 6 in Fig. 30.5-1. 

4. For monoslope and mansard roofs with h > 60 ft (h > 18.3 m)  and all 
roof slopes θ > 7°, refer to figures in “Parameters for Application” for 
roof zone designations and apply roof pressures from Fig. 30.4-1 with 
appropriate velocity pressure qh. Refer to Note 6 of Fig. 30.5-1.  

5. Where Fig. 30.4-1 applies, apply adjustment factor λ to roof pressures 
shown in “Adjustment Factor, λ , for Building Height and Exposure” 
for other exposure and height conditions. 

6. Metric conversions: 1.0 ft = 0.3038 m; 1.0 ft2 = 0.0929 m2;                   
1.0 lb/ft2 = 0.0479 kN/m2.

λλ
Exposure for Roof Shapes and Roofs with
h ≤ 160 ft (h ≤ 48.8 m)   

continues
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Windward Parapet: Load Case A

Diagram

Notes 

1. Windward parapet pressure (p1) is determined using the positive wall pressure (p5) Zones 4 or 5 from Table 30.6-2. Leeward 
parapet pressure (p2 ) is determined using the negative roof pressure (p7 ) Zones 2 or 3 from Table 30.6-2. 

Leeward Parapet: Load Case B
1. Windward parapet pressure (p3) is determined using the positive wall pressure (p5) Zones 4 or 5 from Table 30.6-2. 

2. Leeward parapet pressure (p4) is determined using the negative wall pressure (p6) Zones 4 or 5 from Table 30.6-2.

User Note: See Note 5 in Fig. 30.3-2A and Note 7 in Fig. 30.5-1 for reductions in component and cladding roof pressures 
when parapets 3 ft (0.9 m) or higher are present. 

FIGURE 30.6-1 Components and Cladding, Part 4 [h ≤ 160 ft (h ≤ 18.3 m)]: Parapet Wind Loads for Enclosed Simple Diaphragm
Buildings—Application of Parapet Wind Loads

povh = 1.0 × roof pressure p from tables for edge Zones 1, 2 

povh = 1.15 × roof pressure p from tables for corner Zone 3

Notes 

Diagram

1. povh = Roof pressure at overhang for interior, edge, or corner zone as applicable from figures in roof pressure table. 
2. povh from figures includes load from top and bottom surface of overhang. 
3. Pressure ps at soffit of overhang shall be taken as equal to the wall pressure pw.  

FIGURE 30.6-2 Components and Cladding, Part 4 [h ≤ 160 ft (h ≤ 18.3 m)]: Roof Overhang Wind Loads for Enclosed Simple Diaphragm
Buildings—Application of Roof Overhang Wind Loads
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shown in the figures in Table 30.6-2 and h > 60 ft (h > 18.3 m),
design wind pressures on roof overhangs shall be based on the
roof zones shown and the roof pressures as shown in Fig. 30.4-1
using the appropriate velocity pressure qh for the building height.

Pressures in Table 30.6-2 are based on an effective wind area of
10 ft2 (0.93 m2). Reductions in wind pressure for larger effective
wind areas shall be permitted to be taken based on the reduction
multiplier shown in Table 30.6-2. Pressures on roof overhangs
include the pressure from the top and bottom surface of overhang.
Pressures on the underside of the overhangs are equal to the
adjacent wall pressures. Refer to the overhang drawing shown in
Fig. 30.6-2. Determine final pressure from Eq. (30.6-1).

PART 5: OPEN BUILDINGS

User Note: Use Part 5 of Chapter 30 for determining wind
pressures for C&C of open buildings that have pitched,
monoslope, or troughed roofs. These provisions are based
on the Directional Procedure with wind pressures calculated
from the specified equation applicable to each roof surface.

30.7 BUILDING TYPES

The provisions of Section 30.7 are applicable to an open building
of all heights that has a pitched free roof, monosloped free roof,
or troughed free roof. The steps required for the determination of
wind loads on C&C for these building types is shown in
Table 30.7-1.

30.7.1 Conditions. For the determination of the design wind
pressures on C&Cs using the provisions of Section 30.7.2, the
conditions indicated on the selected figure(s) shall be applicable
to the building under consideration.

30.7.2 Design Wind Pressures. The net design wind pressure
for component and cladding elements of open buildings of all
heights with monoslope, pitched, and troughed roofs shall be
determined by the following equation:

p= qhGCN (30.7-1)
where

qh = velocity pressure evaluated at mean roof height h using the
exposure as defined in Section 26.7.3 that results in the
highest wind loads for any wind direction at the site;

G = gust-effect factor from Section 26.11; and
CN = net pressure coefficient given in

• Fig. 30.7-1 for monosloped roof,
• Fig. 30.7-2 for pitched roof, and
• Fig. 30.7-3 for troughed roof.

Net pressure coefficients, CN , include contributions from top
and bottom surfaces. All load cases shown for each roof angle
shall be investigated. Plus and minus signs signify pressure acting
toward and away from the top surface of the roof, respectively.

PART 6: BUILDING APPURTENANCES AND ROOFTOP
STRUCTURES AND EQUIPMENT

User Note: Use Part 6 of Chapter 30 for determining
wind pressures for C&C on roof overhangs and parapets of
buildings. These provisions are based on the Directional
Procedure with wind pressures calculated from the specified
equation applicable to each roof overhang or parapet surface.

30.8 PARAPETS

The design wind pressure for C&C elements of parapets for all
building types and heights, except enclosed buildings with h ≤
160 ft (h ≤ 48.8 m) for which the provisions of Part 4 are used,
shall be determined from the following equation:

p= qpððGCpÞ − ðGCpiÞÞ (30.8-1)

where

qp = velocity pressure evaluated at the top of the parapet;
(GCp) = external pressure coefficient given in

• Fig. 30.3-1 for walls with h ≤ 60 ft (18.3 m);
• Figs. 30.3-2A–C for flat roofs, gable roofs, and hip
roofs; and

• Fig. 30.3-3 for stepped roofs;
• Fig. 30.3-4 for multispan gable roofs;
• Figs. 30.3-5A–B for monoslope roofs;
• Fig. 30.3-6 for sawtooth roofs;
• Fig. 30.3-7 for domed roofs of all heights;
• Fig. 30.5-1 for walls and flat roofs with h > 60 ft
(18.3 m);

• Fig. 27.3-3, Note 4, for arched roofs;
(GCpi) = internal pressure coefficient from Table 26.13-1, based

on the porosity of the parapet envelope.

Two load cases Fig. 30.8-1 shall be considered:

• Load Case A: Windward parapet shall consist of applying
the applicable positive wall pressure from Fig. 30.3-1
[h ≤ 60 ft (h ≤ 18.3 m)] or Fig. 30.5-1 [h > 60 ft
(h > 18.3 m)] to the windward surface of the parapet while
applying the applicable negative edge or corner zone roof
pressure from Figs. 30.3-2A, B, or C, 30.3-3, 30.3-4, 30.3-
5A or B, 30.3-6, 30.3-7, Fig. 27.3-3, Note 4, or Fig. 30.5-1
[h > 60 ft (h > 18.3 m)] as applicable to the leeward
surface of the parapet.

• Load Case B: Leeward parapet shall consist of applying the
applicable positive wall pressure from Fig. 30.3-1 [h ≤ 60 ft
(h ≤ 18.3 m)] or Fig. 30.5-1 [h > 60 ft (h > 18.3 m)] to
the windward surface of the parapet, and applying the
applicable negative wall pressure from Fig. 30.3-1 [h ≤
60 ft (h ≤ 18.3 m)] or Fig. 30.5-1 [h > 60 ft (h >
18.3 m)] as applicable to the leeward surface. Edge and
corner zones shall be arranged as shown in the applicable

Table 30.7-1 Steps to Determine C&C Wind Loads for Open
Buildings

Step 1: Determine risk category; see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for applicable risk category; see

Figs. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:

• Wind directionality factor, Kd , see Section 26.6 and Table 26.6-1.
• Exposure category B, C, or D; see Section 26.7.
• Topographic factor, Kzt; see Section 26.8 and Fig. 26.8-1.
• Ground elevation factor, Ke; see Section 26.9 and Table 26.9-1
• Gust-effect factor, G; see Section 26.11.

Step 4: Determine velocity pressure exposure coefficient, Kz or Kh; see
Table 26.10-1.

Step 5: Determine velocity pressure, qh, Eq. (26.10-1).
Step 6: Determine net pressure coefficients, CN :

• Monoslope roof, see Fig. 30.7-1
• Pitched roof, see Fig. 30.7-2
• Troughed roof, see Fig. 30.7-3

Step 7: Calculate wind pressure, p, Eq. (30.7-1).
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Notation 

Diagrams

a  = 10% of l

PLAN
ELEVATION

h = Mean roo
L = Horizontal dimension of building, measured in along-wind direction, in ft (m).  
θ = Angle of plane of roof from horizontal, in degrees. 

Net Pressure Coefficients, CN 
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Notes 
1. CN denotes net pressures (contributions from top and bottom surfaces). 
2. Clear wind flow denotes relatively unobstructed wind flow with blockage less than or equal to 50%. Obstructed wind flow 

denotes objects below roof inhibiting wind flow (>50% blockage). 
3. For values of θ other than those shown, linear interpolation is permitted. 
4. Plus and minus signs signify pressures acting toward and away from the top roof surface, respectively. 
5. Components and cladding elements shall be designed for positive and negative pressure coefficients shown. 

FIGURE 30.7-1 Components and Cladding (0.25 ≤ h∕L ≤ 1.0): Net Pressure Coefficient, CN , for Open Buildings—
Monoslope Free Roofs, θ ≤ 45°
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Notation 

Net Pressure Coefficients, CN

Diagrams
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Dimension 
h = Mean roof height, in ft (m). 
L  = Horizontal dimension of building, measured in along-wind direction, in ft (m).  
θ = Angle of plane of roof from horizontal, in degrees.
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Notes 
1. CN denotes net pressures (contributions from top and bottom surfaces). 
2. Clear wind flow denotes relatively unobstructed wind flow with blockage less than or equal to 50%. Obstructed wind flow 

denotes objects below roof inhibiting wind flow (>50% blockage). 
3. For values of θ other than those shown, linear interpolation is permitted. 
4. Plus and minus signs signify pressures acting toward and away from the top roof surface, respectively. 
5. Components and cladding elements shall be designed for positive and negative pressure coefficients shown. 

FIGURE 30.7-2 Components and Cladding (0.25 ≤ h∕L ≤ 1.0): Net Pressure Coefficient, CN , for Open Buildings—
Pitched Free Roofs, θ ≤ 45°
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Notes
1. CN denotes net pressures (contributions from top and bottom surfaces). 
2. Clear wind flow denotes relatively unobstructed wind flow with blockage less than or equal to 50%. Obstructed wind flow 

denotes objects below roof inhibiting wind flow (>50% blockage). 
3. For values of θ other than those shown, linear interpolation is permitted. 
4. Plus and minus signs signify pressures acting toward and away from the top roof surface, respectively. 
5. Components and cladding elements shall be designed for positive and negative pressure coefficients shown. 

Net Pressure Coefficients, CN 

FIGURE 30.7-3 Components and Cladding (0.25 ≤ h∕L ≤ 1.0): Net Pressure Coefficient, CN , for Open Buildings—
Troughed Free Roofs, θ ≤ 45°
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Windward Parapet: Load Case A

Notes

Diagrams

1. Windward parapet pressure (p1) is determined using the positive wall pressure (p5) zones 4 or 5 from the applicable figure. 
2. Leeward parapet pressure (p2) is determined using the negative roof pressure (p7) zones 2 or 3 from the applicable figure. 

Leeward Parapet: Load Case B
1. Windward parapet pressure (p3) is determined using the positive wall pressure (p5) zones 4 or 5 from the applicable figure. 
2. Leeward parapet pressure (p4) is determined using the negative wall pressure (p6) zones 4 or 5 from the applicable figure. 

User Note: See Note 5 in Fig. 30.3-2A and Note 7 in Fig. 30.5-1 for reductions in component and cladding roof pressures when 
parapets 3 ft (0.9 m) or higher are present. 

FIGURE 30.8-1 Components and Cladding, Part 6 (All Building Heights): Parapet Wind Loads, All Building Types—Parapet Wind Loads

Diagrams

povh 

ps 

pw 

Notation
povh = Net roof pressure on roof overhangs. 
ps = Pressure on roof overhang soffit. 
pw = Pressure on wall. 

Notes 
1. Net roof pressure, povh, on roof overhangs is determined from 

2. Net pressure, povh, from figures includes pressure contribution 

3. Positive pressure at roof overhang soffit ps shall be taken as  
pw. 

interior, edge, or corner zones as applicable from figures. 

from top and bottom surfaces of roof overhang. 

equal to the wall pressure

FIGURE 30.9-1 Components and Cladding (All Building Heights): Wind Loading on Roof Overhangs for All Building Types—
C&C Wind Loads on Roof Overhangs
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figures. (GCp) shall be determined for appropriate roof angle
and effective wind area from the applicable figures.

If internal pressure is present, both load cases should be
evaluated under positive and negative internal pressure.
The steps required for the determination of wind loads on

component and cladding of parapets are shown in Table 30.8-1.

30.9 ROOF OVERHANGS

The design wind pressure for roof overhangs of enclosed and
partially enclosed buildings of all heights, except enclosed build-
ings with h ≤ 160 ft (h ≤ 48.8 m) for which the provisions of Part
4 are used, shall be determined from the following equation:

p= qh½ðGCpÞ − ðGCpiÞ�ðlb∕ft2Þ (30.9-1)

p= qh½ðGCpÞ − ðGCpiÞ�ðN∕m2Þ (30.9-1.si)

where

qh = velocity pressure from Section 26.10 evaluated at mean
roof height h using exposure defined in Section 26.7.3;

(GCp) = external pressure coefficients for overhangs given in
Figs. 30.3-2A–C (flat roofs, gable roofs, and hip roofs),
including contributions from top and bottom surfaces of
overhang. The external pressure coefficient for the
covering on the underside of the roof overhang is the
same as the external pressure coefficient on the adjacent
wall surface, adjusted for effective wind area, deter-
mined from Fig. 30.3-1 or Fig. 30.5-1 as applicable;

(GCpi) = internal pressure coefficient given in Table 26.13-1.

The steps required for the determination of wind loads on
C&C of roof overhangs are shown in Table 30.9-1.

30.10 ROOFTOP STRUCTURES AND EQUIPMENT
FOR BUILDINGS

The C&C pressure on each wall of the rooftop structure shall
be equal to the lateral force determined in accordance with
Section 29.4.1 divided by the respective wall surface area of
the rooftop structure and shall be considered to act inward and

outward. The C&C pressure on the roof shall be equal to the
vertical uplift force determined in accordance with Section 29.4.1
divided by the horizontal projected area of the roof of the rooftop
structure and shall be considered to act in the upward direction.

30.11 ATTACHED CANOPIES ON BUILDINGS WITH
h ≤ 60 ft (h ≤ 18.3 m)

The design wind pressure for canopies attached to the walls of
low-rise buildings with h ≤ 60 ft (h ≤ 18.3 m) shall be deter-
mined from the following equation:

p= qhðGCpÞðlb∕ft2Þ ð30:11� 1Þ

p= qhðGCpÞðN∕m2Þ (30.11-1.si)

where

qh = velocity pressure from Section 26.10 evaluated at mean
roof height h using exposure defined in Section 26.7.3;
and

Table 30.9-1 Steps to Determine C&C Wind Loads for Roof
Overhangs

Step 1: Determine risk category of building; see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for applicable risk category; see

Figs. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:

• Wind directionality factor, Kd ; see Section 26.6 and Table 26.6-1.
• Exposure category B, C, or D; see Section 26.7.
• Topographic factor, Kzt ; see Section 26.8 and Fig. 26.8-1.
• Ground elevation factor, Ke; see Section 26.9 and Table 26.9-1
• Enclosure classification; see Section 26.12.
• Internal pressure coefficient, (GCpi); see Section 26.13 and

Table 26.13-1.
Step 4:Determine velocity pressure exposure coefficient,Kh; see Table 26.10-1.
Step 5: Determine velocity pressure, qh, at mean roof height h using

Eq. (26.10-1).
Step 6: Determine external pressure coefficient, (GCp), using Figs. 30.3-2A–

D, F, G, and I for flat, gabled, and hip roofs, per figure diagrams.
Step 7: Calculate wind pressure, p, using Eq. (30.9-1); refer to Fig. 30.9-1.

Table 30.8-1 Steps to Determine C&C Wind Loads for Parapets

Step 1: Determine risk category of building; see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for applicable risk category; see Figs. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:

• Wind directionality factor, Kd ; see Section 26.6 and Table 26.6-1.
• Exposure category B, C, or D; see Section 26.7.
• Topographic factor, Kzt ; see Section 26.8 and Fig. 26.8-1.
• Ground elevation factor, Ke; see Section 26.9 and Table 26.9-1
• Enclosure classification; see Section 26.12.
• Internal pressure coefficient, (GCpi); see Section 26.13 and Table 26.13-1.

Step 4: Determine velocity pressure exposure coefficient, Kh, at top of the parapet; see Table 26.10-1.
Step 5: Determine velocity pressure, qp, at the top of the parapet using Eq. (26.10-1).
Step 6: Determine external pressure coefficient for wall and roof surfaces adjacent to parapet, (GCp):

• Walls with h ≤ 60 ft (18.3 m), see Fig. 30.3-1.
• Flat, gable, and hip roofs, see Figs. 30.3-2A–I.
• Stepped roofs, see Fig. 30.3-3.
• Multispan gable roofs, see Fig. 30.3-4.
• Monoslope roofs, see Figs. 30.3-5A–B.
• Sawtooth roofs, see Fig. 30.3-6.
• Domed roofs of all heights, see Fig. 30.3-7.
• Walls and flat roofs with h > 60 ft (h > 18.3 m), see Fig. 30.5-1.
• Arched roofs, see Fig. 27.3-3, Note 4.

Step 7:Calculate wind pressure, p, using Eq. (30.8-1) on windward and leeward face of parapet, considering two load cases (Case A and Case B) as shown in Fig. 30.8-1.

380 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



(GCp) = net pressure coefficients for attached canopies given in
Fig. 30.11-1A–B for contributions from both upper and
lower surfaces individually and their combined (net)
effect on attached canopies.

The steps required for the determination of wind loads on
attached canopies are shown in Table 30.11-1.

PART 7: NONBUILDING STRUCTURES

30.12 CIRCULAR BINS, SILOS, AND TANKS WITH
h ≤ 120 ft (h ≤ 36.6 m)

Wind pressures on surfaces of isolated circular bins, silos,
and tanks shall be calculated from Sections 30.12.1 to 30.12.5.

Grouped circular bins, silos, and tanks of similar size with center-
to-center spacing greater than 2 diameters shall be treated as isolated
structures. For spacings less than 1.25 diameters, the structures shall
be treated as grouped and the wind pressure shall be determined
from Section 30.12.6. For intermediate spacings, linear interpola-
tion of the Cp (or Cf ) values shall be used.

The steps required for the determination of wind loads for
circular bins, silos, and tanks are shown in Table 30.12-1.

30.12.1 DesignWind Pressure. Design wind pressure on C&C
for isolated circular bins, silos, and tanks in ðlb∕ft2Þ ðN∕m2Þ shall

Notation 
hc = Mean canopy height, in ft (m).
he = Mean eave height, in ft (m).
(GCp) = Pressure coefficients.
qh = Velocity pressure evaluated at height z = h, in lb/ft2 (N/m2).

Notes 
hc/he. 

(GCp)  to be used with q .h
2 (m2). 

1. Pressures are based on the most critical values for all ratios of 
2. Vertical scale denotes 
3. Horizontal scale denotes effective wind area, in ft
4. Negative signs signify pressures acting away from the surface. 
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FIGURE 30.11-1A Pressure Coefficients on Separate Surfaces of Attached Canopies

Table 30.11-1 Steps to Determine C&C Wind Loads on Attached
Canopies

Step 1: Determine risk category of building, see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for applicable risk category, see

Fig. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:

• Wind directionality factor, Kd; see Section 26.6 and Table 26.6-1.
• Exposure category B, C, or D; see Section 26.7.
• Topographic factor, Kv; see Section 26.8 and Fig. 26.8-1.
• Ground elevation factor, Ke; see Section 26.9 and Table 26.9-1

Step 4:Determine velocity pressure exposure coefficient,Kh; see Table 26.10-1.
Step 5: Determine velocity pressure, qh, at mean roof height h using

Eq. (26.10-1).
Step 6: Determine surface or net pressure coefficient (GCp) or (GCpn) using

Figs 30.11-1A or B.
Step 7: Calculate wind pressure, p, using Eq. (30.11-1).

Table 30.12-1 Steps to Determine C&C Wind Loads for Circular
Bins, Silos, and Tanks

Step 1: Determine Risk Category; see Table 1.5-1.
Step 2: Determine the basic wind speed, V , for applicable risk category; see

Figs. 26.5-1 and 26.5-2.
Step 3: Determine wind load parameters:

• Wind directionality factor, Kd ; see Section 26.6 and Table 26.6-1.
• Exposure category B, C, or D; see Section 26.7.
• Topographic factor, Kzt; see Section 26.8 and Fig. 26.8-1.
• Ground elevation factor, Ke; see Section 26.9 and Table 26.9-1
• Enclosure classification; see Section 26.12.
• Internal pressure coefficient; (GCpi); see Section 26.13 and

Section 30.12.3.
Step 4: Determine velocity pressure exposure coefficient, Kz or Kh; see

Table 26.10-1.
Step 5: Determine velocity pressure, qh, Eq. (26.10-1).
Step 6: Determine external pressure coefficient, (GCp).

• Walls; see Sections 30.12.2 and 30.12.6.
• Roofs; see Sections 30.12.4 and 30.12.6.

Step 7: Calculate wind pressure, p, using Eq. (30.12-1).
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be determined from the following equation:

p= qhððGCpÞ − ðGCpiÞÞ (30.12-1)

where

qh = velocity pressure for all surfaces evaluated at mean roof
height h

(GCp) = external pressure coefficients given in
• Section 30.12.2 for walls
• Section 30.12.5 for underneath sides
• Section 30.12.4 for roofs

(GCpi) = internal pressure coefficient given in Table 26.13-1 and
Section 30.12.3.

30.12.2 External Walls of Isolated Circular Bins, Silos, and
Tanks. The external pressures on the walls of circular bins,
silos, and tanks shall be determined from the external pressure
coefficients (GCp) as a function of the angle α, given as follows
for the shape ranges indicated:

ðGCpðαÞÞ= kbCðαÞ (30.12-2)

where the cylinder (diameter D) is standing on the ground
or supported by columns giving a clearance height (C) less
than the height of the cylinder (H), as shown in Fig. 30.12-1.
H∕D is in the range 0.25 to 4.0 inclusive. α = angle from the

wind direction to a point on the wall of a circular bin, silo, or
tank, in degrees.

kb = 1.0 for CðαÞ ≥ −0.15; or

=1.0−0.55ðCðαÞþ0.15Þlog10ðH∕DÞ
for CðαÞ<−0.15

(30.12-3)

CðαÞ = − 0.5þ 0.4 cos αþ 0.8 cos 2αþ 0.3 cos 3α

1 − 0.1 cos 4α − 0.05 cos 5α
(30.12-4)

Fig. 30.12-1 lists the external pressure coefficients for walls,
which includes the graphic distribution of the external pressure
ðGCpðαÞÞ around the perimeter of the wall.

30.12.3 Internal Surface of Exterior Walls of Isolated Open-
Topped Circular Bins, Silos, and Tanks. The pressures on the

Notation 
hc = Mean canopy height, in ft (m). 
he = Mean eave height, in ft (m). 
(GCpn) = Net pressure coefficients.
qh = Velocity pressure evaluated at height z = h, in lb/ft2 (N/m2). 

Notes 
1. Vertical scale denotes (GCpn) to be used with q .h

2. Horizontal scale denotes effective wind area, in ft2 (m2). 
3. Negative and positive signs signify uplifting and downward pressures, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. Use linear interpolation for intermediate values of hc/he. 
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FIGURE 30.11-1B Net Pressure Coefficients on Attached Canopies Considering Simultaneous Contributions fromUpper and Lower Surfaces
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Circular Bins, Silos, and Tanks on Ground or Supported by Columns 

External Pressure Coefficients, (GCp(
), on Walls of Circular Bins, Silos, and Tanks 

Angle, α
(degrees)

Aspect Ratio, H/D
0.25 0.50 1 2 3 4 

0° 1.00 1.00 1.00 1.00 1.00 1.00 
15° 0.70 0.70 0.70 0.70 0.70 0.70 
30° 0.30 0.30 0.30 0.30 0.30 0.30 
45° –0.30 –0.30 –0.30 –0.30 –0.30 –0.30 
60° –0.70 –0.80 –1.00 –1.10 –1.20 –1.20 
75° –0.80 –1.10 –1.40 –1.70 –1.90 –2.00 
90° –0.80 –1.10 –1.40 –1.70 –1.90 –2.00 

105° –0.70 –0.90 –1.10 –1.30 –1.40 –1.40 
120° –0.60 –0.70 –0.70 –0.80 –0.80 –0.90 
135° –0.40 –0.50 –0.50 –0.50 –0.60 –0.60 
150° –0.40 –0.40 –0.40 –0.50 –0.50 –0.50 
165° –0.40 –0.40 –0.40 –0.50 –0.50 –0.50 
180° –0.40 –0.40 –0.40 –0.50 –0.50 –0.50 

Distribution of the External Pressure, (GCp ), around the Perimeter of the Wall  

Notation 

Diagrams

Z
α

C

h = Mean roof height, in ft (m).
H = The solid cylinder height, in ft (m).

= Height to centroid of projected area of solid circular structure, in ft (m).
= Angle from wind direction to a point on the wall of a circular bin, silo, or tank in degrees.

D = Diameter of a circular structure, in ft (m).
= Clearance height above the ground, in ft (m).

PLAN

PLAN

ELEVATION

ELEVATION

ELEVATION

α)

(α)

FIGURE 30.12-1 Components and Cladding [h ≤ 120 ft (h ≤ 36.6 m)]: External Pressure Coefficients, (GCp ), for Walls of Isolated Circular
Bins, Silos, and Tanks with D <120 ft (36.6 m) and 0.25<H∕D <4.0—Other Structures
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Notation 
a =10% of least horizontal dimension. 
b = Horizontal dimension specified for Zone 1 of a conical roof, in ft (m). 
D = Diameter of a circular structure, in ft (m). 
h = Mean roof height, in ft (m). 

H = Solid cylinder height, in ft (m).  
θ = Angle of plane of roof from horizontal, in degrees.

(αα)), for Roofs of Isolated Circular Bins, Silos, and Tanks

H/D 0.25 0.5 ≥1.0 

b 0.2D 0.5D 0.1h + 0.6D

Notes 
For roofs with average roof angles less than 10 degrees, b shall be determined from this table.  
Linear interpolation shall be permitted.

      Flat, Conical, or Dome Roofs                        Conical Roofs 

ELEVATIONELEVATION

Diagrams

External Pressure Coefficients, (GCp

PLAN PLAN

FIGURE 30.12-2 Components and Cladding [h ≤ 120 ft (h ≤ 36.6 m)]: External Pressure Coefficients, (GCp ), for Roofs of Isolated Circular
Bins, Silos, and Tanks with D <120 ft (36.6 m) and 0.25<H∕D <4.0—Other Structures

continues
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internal surface of exterior walls of open-topped circular bins,
silos, and tanks shall be determined from Eq. (30.12-5):

ðGCpiÞ= − 0.9 − 0.35 log10 ðH∕DÞ (30.12-5)

30.12.4 Roofs of Isolated Circular Bins, Silos, and
Tanks. The external pressures on the roofs or lids of bins,
silos, or tanks of circular cross section shall be equal to the
external pressure coefficients (GCp) given in Fig. 30.12-2 for
Zones 1, 2, 3, and 4.

Zone 3 is applicable to the windward edges of roofs with slope
less than or equal to 30°, and Zone 4 is applicable to the region
near the cone apex for roofs with slope greater than 15°. The
applicable areas are shown in Fig. 30.12-2.

30.12.5 Undersides of Isolated Elevated Circular Bins, Silos,
and Tanks. (GCp) values for the undersides of elevated circular
bins, silos, and tanks shall be taken as 1.2 and −0.9 for Zone 3
and 0.8 and –0.6 for Zone 1 and Zone 2, as shown in Fig. 30.12-2.

30.12.6 Roofs and Walls of Grouped Circular Bins, Silos,
and Tanks. Closely spaced groups with center-to-center spacing

less than 1.25D, the external pressures of grouped bins, silos, or
tanks, shall be equal to the external pressure coefficients (GCp)
given in Fig. 30.12-3 for Zones 1, 2, 3a, 3b, and 4 for roofs and
Fig. 30.12-4 for Zones 5a, 5b, 8, and 9 for walls.

30.13 ROOFTOP SOLAR PANELS FOR BUILDINGS
OF ALL HEIGHTS WITH FLAT ROOFS OR
GABLE OR HIP ROOFS WITH SLOPES LESS
THAN 7°

The design wind pressures for rooftop solar modules and panels
shall be determined in accordance with Section 29.4.3 for rooftop
solar arrays that conform to the geometric requirements specified
in Section 29.4.3.

30.14 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

No consensus standards and other documents that shall be
considered part of this standard are referenced in this chapter.

Notes 
1. Vertical scale denotes (GCp)  to be used with qh. 
2. Horizontal scale denotes effective wind area, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively.  
4. Each component shall be designed for maximum positive and negative pressures. 
5. For roof overhangs, (GCp)  shall equal the values of Zone 1 multiplied by 2.0.  
6. Values of line A shall apply to roofs with roof angles less than 10 degrees. 
7. Values of line B shall apply to roofs with roof angles larger than and equal to 10 degrees. 

External Pressure Coefficient

FIGURE 30.12-2 (Continued ). Components and Cladding [h ≤ 120 ft (h ≤ 36.6 m)]: External Pressure Coefficients, (GCp ), for Roofs of
Isolated Circular Bins, Silos, and Tanks with D <120 ft (36.6 m) and 0.25<H∕D <4.0—Other Structures
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Notation
a  = 20% of least horizontal dimension. 
D = Diameter of a circular structure, in ft (m). 
h  = Mean roof height, in ft (m), see Fig. 30.12-4. 
θ = Angle of plane of roof from horizontal, in degrees. 

Notes 
1. Vertical scale denotes (GCp)  to be used with qh. 
2. Horizontal scale denotes effective wind area, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. Values of line A shall apply to roofs with roof angles less than 10 degrees. 
6. Values of line B shall apply to roofs with roof angles larger than and equal to 10 degrees. 
7. Zone 4 shall apply to roofs with roof angles larger than 15 degrees. 
8. For roof overhangs, (GCp)  shall equal the values of Zone 1 multiplied by 2.0. 

Diagrams External Pressure Coefficient

Roof Angles < 10°
Flat, Conical, or Dome Roofs

10° ≤ Roof Angles ≤ 30°

Conical Roof

FIGURE 30.12-3 Components and Cladding [h ≤ 120 ft (h ≤ 36.6 m)]: External Pressure Coefficients, (GCp ), for Roofs of Grouped Circular
Bins, Silos, and Tanks with D <120 ft (D <36.6 m) and 0.25<H∕D <4.0 (Center-to-Center Spacing <1.25D)—Other Structures
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Notation 
D = Diameter of a circular structure, in ft (m). 
h  = Mean roof height, in ft (m). 

H  = The solid cylinder height, in ft (m).  
θ = Angle of plane of roof from horizontal, in degrees.

Notes 
1. Vertical scale denotes (GCp)  to be used with qh. 
2. Horizontal scale denotes effective wind area, in ft2 (m2). 
3. Plus and minus signs signify pressures acting toward and away from the surfaces, respectively. 
4. Each component shall be designed for maximum positive and negative pressures. 
5. Zone 9 shall be the region with the shortest distance betwee
6. Case A is applicable for the silos with clear spacing larger than  0 and less than 0.25D. Case B is applicable for the
        intermediate silos of connected silo array - excluding end silos - with clear spacing equal to or less than 0.  

n the adjacent silos and at the outside corners of the groups. 

External Pressure Coefficient

Diagrams
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FIGURE 30.12-4 Components and Cladding [h ≤ 120 ft (h ≤ 36.6 m)]: External Pressure Coefficients, (GCp ), for Walls of Grouped Circular
Bins, Silos, and Tanks with D <120 ft (36.6 m) and 0.25<H∕D <4.0 (Center-to-Center Spacing <1.25D)—Other Structures
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CHAPTER 31

WIND TUNNEL PROCEDURE

31.1 SCOPE

The Wind Tunnel Procedure shall be used where required by
Sections 27.1.3, 28.1.3, and 29.1.3. The Wind Tunnel Procedure
shall be permitted for any building or other structure in lieu of
the design procedures specified in Chapter 27 (main wind
force resisting system [MWFRS] for buildings of all heights
and simple diaphragm buildings with h ≤ 160 ft (48.8 m)),
Chapter 28 (MWFRS of low-rise buildings and simple dia-
phragm, low-rise buildings), Chapter 29 (MWFRS for all other
structures), and Chapter 30 (components and cladding [C&C] for
all building types and other structures).

User Note: Chapter 31 may always be used for determin-
ing wind pressures for the MWFRS and/or for C&C of any
building or other structure. This method is considered to
produce the most accurate wind pressures of any method
specified in this standard.

31.2 TEST CONDITIONS

Wind tunnel tests, or similar tests using fluids other than air, used
for the determination of design wind loads for any building or
other structure, shall be conducted in accordance with this
section. Tests for the determination of mean and fluctuating
forces and pressures shall meet the requirements of ASCE 49.

31.3 DYNAMIC RESPONSE

Tests for the purpose of determining the dynamic response of a
building or other structure shall be in accordance with
Section 31.2. The structural model and associated analysis shall
account for mass distribution, stiffness, and damping.

31.4 LOAD EFFECTS

31.4.1 Mean Recurrence Intervals of Load Effects. The load
effect required for strength design shall be determined for the
same mean recurrence interval as for the analytical method by
using a rational analysis method, defined in the recognized
literature, for combining the directional wind tunnel data with
the directional meteorological data or probabilistic models based
thereon. The load effect required for allowable stress design shall
be equal to the load effect required for strength design divided by
1.6. For buildings or other structures that are sensitive to possible
variations in the values of the dynamic parameters, sensitivity
studies shall be required to provide a rational basis for design
recommendations.

31.4.2 Limitations on Wind Speeds. The wind speeds and
probabilistic estimates based thereon shall be subject to the
limitations described in Section 26.5.3.

31.4.3 Wind Directionality. The directional wind climate
based on recorded or simulated directional wind speed data
shall be considered in determining wind loads, and the data
shall be presented as part of the wind tunnel report submitted to
the Authority Having Jurisdiction. The method for combining
wind tunnel model data with information on wind speed and
direction at the project site shall also be clearly stated in the Wind
Tunnel Report. Variation in the wind direction, based upon
uncertainty in the wind climate data, shall be considered when
determining the wind loading, and the design wind loads shall be
based on the largest values that result from this uncertainty.
Consideration of uncertainty in the wind direction is not required
in the determination of serviceability related wind effects.

31.4.4 Limitations on Loads. Loads for the MWFRS
determined by wind tunnel testing shall be limited such that
the overall principal loads in the x and y directions are not less
than 80% of those that would be obtained from Part 1 of
Chapter 27 or Part 1 of Chapter 28 for buildings or Chapter 29
for other structures. The overall principal load for buildings shall
be based on the overturning moment for flexible buildings and the
base shear for other buildings. The overall principal load for other
structures shall be based on the overturning moment for flexible
structures and the base shear for other structures.

Pressures for C&C determined by wind tunnel testing shall be
limited to not less than 80% of those calculated for Zone 4 for
walls and Zone 1 for roofs using the procedure of Chapter 30.
These zones refer to those shown in Figs. 30.3-1, 30.3-2A–C,
30.3-3, 30.3-4, 30.3-5A–B, 30.3-6, 30.3-7, and 30.5-1.

The limiting values of 80% may be reduced to 50% for the
MWFRS and 65% for C&C if either of the following conditions
applies:

1. There were no specific influential buildings or objects
within the detailed proximity model.

2. Loads and pressures from supplemental tests for all signif-
icant wind directions in which specific influential buildings
or objects are replaced by the roughness representative of
the adjacent roughness condition, but not rougher than
Exposure B, are included in the test results.

31.5 WIND-BORNE DEBRIS

Glazing in buildings in wind-borne debris regions shall be
protected in accordance with Section 26.12.3.

31.6 ROOF-MOUNTED SOLAR COLLECTORS FOR
ROOF SLOPES LESS THAN 7 DEGREES

Wind loads on roof-mounted solar collectors with roof slope less
than 7 degrees are permitted to be determined by wind tunnel
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tests as generic loads applicable to a range of buildings, by
determining load coefficients for use in the analysis equations of
the Directional Procedure in Chapters 27 and 29 for MWFRS and
in Part 5 of Chapter 30 for C&C. Alternatively, the generic loads
are permitted to be specified with an analysis method defined in
the wind tunnel test report. It is not required to include specific
nearby buildings in the testing when results are to be used for
multiple sites.
Wind tunnel tests shall satisfy ASCE 49, shall meet require-

ments specific to roof-mounted solar collectors, and shall meet
the additional requirements specific to roof-mounted solar col-
lectors, including the following variables. These requirements
include accurately scaled models of solar collectors, including
collector tilt angle, row-to-row spacing, aisles or gaps between
collector rows compared to the main axes of the building,
deflector/shroud shapes, and the geometry of the collector sup-
port structure. The tests shall include at least eight rows of
collectors, where more than eight rows are applicable, mounted
on the roof of representative generic buildings. The models of
generic buildings shall be large enough in plan area to capture
the wind flow environment over different roof zones. The test
matrix shall include the range of building plan dimensions,
eave height, parapet height, roof slope, and open or enclosed
buildings.
Data analysis shall consider wind loads from all wind direc-

tions. Generic load coefficients shall be calculated to be consis-
tent with coefficients in Chapters 27, 29, and 30 or shall be
defined to apply to an analysis procedure specified in the test
report.
The test report shall include data collection methods, data

analysis, boundary layer modeling, collector and building model-
ing, measured wind loads and their relationship to effective wind
area, conversion of data into generic coefficients, and conditions
of applicability of results to different building types and collector
geometry. Wind tunnel results shall not be extrapolated to
geometric configurations that were not anticipated by the wind
tunnel study. Interpolation between two or more tests shall be
permitted. The limitations of the wind tunnel study, such as the
range of collector and building geometry parameters that were
tested, shall be clearly reported.

31.6.1 Wind Tunnel Test Requirements

31.6.1.1 Limitations on Wind Loads for Rooftop Solar
Collectors. For photovoltaic solar collector systems that meet
the limitations and geometry requirements of Fig. 29.4-7, the
minimum design wind load based on a wind tunnel study shall not
be less than 65% of the values resulting from 29.4-7 subject to the
conditions of Section 31.4.3. The minimum design wind force
based on a wind tunnel study for roof-mounted solar collector
systems need not comply with the minimum net pressure of
16 lb=ft2 (0.77 kN=m2) per ASCE 7-16, Section 30.2.2.

31.6.1.2 Peer Review Requirements for Wind Tunnel Tests
of Roof-Mounted Solar Collectors. Wind load values lower
than those indicated in Section 31.6.1.1 shall be permitted when
an independent peer review of the wind tunnel test is performed
in accordance with this section. The independent peer review
shall be an objective, technical review by knowledgeable
reviewer(s) experienced in performing wind tunnel studies on
buildings and similar systems, and in properly simulated
atmospheric boundary layers. The minimum qualifications for
the peer reviewer shall be the following:

• The peer reviewer shall be independent from the wind
tunnel laboratory that performed the tests and report and
shall bear no conflict of interest.

• The peer reviewer shall have technical expertise in the
application of wind tunnel studies on buildings similar to
that being reviewed.

• The peer reviewer shall have experience in performing or
evaluating boundary layer wind tunnel studies and shall be
familiar with the technical issues and regulations governing
the Wind Tunnel Procedure in ASCE 49 as it is applied to
systems similar to solar photovoltaic collectors that use
generalized wind tunnel data for design.

The peer reviewer shall review the wind tunnel report, including
but not limited to data collection methods, data analysis, boundary
layer modeling, collector and building modeling, resulting wind
loads and their relationship to effective wind area, conversion of
data into GCrn values, and conditions of applicability of results to
different building types, collector geometry, and other relevant
issues identified by the reviewer.
The peer reviewer shall submit a written report to the Author-

ity Having Jurisdiction and the client. The report shall include, at
a minimum, statements regarding the following: scope of peer
review with limitations defined; the status of the wind tunnel
study at time of review; conformance of the wind tunnel study
with the requirements of ASCE 49 and Section 31.6.1; conclu-
sions of the reviewer identifying areas that need further review,
investigation, and/or clarification; recommendations; and wheth-
er, in the reviewer’s opinion, the wind loads derived from the
wind tunnel study are in conformance with ASCE 7-16 for the
intended use(s).

31.7 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

This section lists the consensus standards and other documents
that shall be considered part of this standard to the extent
referenced in this chapter.
ASCE 49, Wind Tunnel Testing for Buildings and Other

Structures, American Society of Civil Engineers, 2012.
Cited in: Sections 31.2, 31.6, 31.6.1.2, C31, C31.4.2, C31.6.1
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APPENDIX 11A

QUALITY ASSURANCE PROVISIONS

[THIS APPENDIX HAS BEEN DELETED IN ITS ENTIRETY FROM THE 2016 EDITION]
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APPENDIX 11B

EXISTING BUILDING PROVISIONS

11B.1 SCOPE

The provisions of this appendix shall apply to the design and
construction of alterations and additions and to existing struc-
tures with a change in use.

11B.2 STRUCTURALLY INDEPENDENT ADDITIONS

An addition that is structurally independent from an existing
structure shall be designed and constructed in accordance with
the seismic requirements for new structures.

11B.3 STRUCTURALLY DEPENDENT ADDITIONS

Where an addition is not structurally independent from an
existing structure, the addition and alterations to the existing
structure shall be designed and constructed such that the entire
structure conforms to the seismic force-resistance requirements
for new structures.

EXCEPTIONS: The entire structure shall not be required to
comply with the seismic force-resistance requirements for new
structures where all of the following conditions are met:

1. The addition complies with the requirements for new
structures.

2. The addition does not increase the seismic forces in any
structural element of the existing structure by more than
10% unless the capacity of the element subject to the
increased forces is still in compliance with this standard.

3. The addition does not decrease the seismic resistance of
any structural element of the existing structure unless the
reduced resistance is equal to or greater than that required
for new structures.

11B.4 ALTERATIONS

Alterations may be made to any structure without requiring the
existing structure to comply with this standard, provided that
the alterations comply with the requirements for a new structure.
Alterations that increase the seismic force in any existing struc-
tural element by more than 10% or decrease the design strength
of any existing structural element to resist seismic forces by
more than 10% shall not be permitted unless the entire seismic

force-resisting system is determined to comply with this standard
for a new structure.

EXCEPTIONS: Alterations to existing structural elements or
additions of new structural elements that are not required by this
standard and are initiated for the purpose of increasing the
strength or stiffness of the seismic force-resisting system of an
existing structure shall not be required to be designed for forces
in accordance with this standard provided that an engineering
analysis is submitted indicating the following:

1. The design strengths of existing structural elements re-
quired to resist seismic forces are not reduced.

2. The seismic force to required existing structural elements is
not increased beyond their design strength.

3. New structural elements are detailed and connected to the
existing structural elements as required by this standard.

4. New or relocated nonstructural elements are detailed and
connected to existing or new structural elements as re-
quired by this standard.

5. The alteration does not create a structural irregularity or
make an existing irregularity more severe.

11B.5 CHANGE OF USE

Where a change of use results in a structure being reclassified to a
higher risk category as defined in Table 1.5-1 of this standard, the
structure shall conform to the seismic requirements for new
construction.

EXCEPTIONS:

1. Where a change of use results in a structure being reclas-
sified from Risk Category I or II to Risk Category III and
the structure is located in a seismic map area where
SDS < 0.33, compliance with the seismic requirements of
this standard is not required.

2. Specific seismic detailing requirements of this standard for
a new structure need not be met where it can be shown that
the level of performance and seismic safety is equivalent to
that of a new structure. Such analysis shall consider the
regularity, overstrength, redundancy, and ductility of the
structure within the context of the existing and retrofit (if
any) detailing provided.
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APPENDIX C

SERVICEABILITY CONSIDERATIONS

C.1 SERVICEABILITY CONSIDERATIONS

This appendix is not a mandatory part of the standard but
provides guidance for design for serviceability to maintain the
function of a building and the comfort of its occupants during
normal usage. Serviceability limits (e.g., maximum static defor-
mations or accelerations) shall be chosen with due regard to the
intended function of the structure.

Serviceability shall be checked using appropriate loads for the
limit state being considered.

C.2 DEFLECTION, DRIFT, AND VIBRATION

C.2.1 Vertical Deflections. Deformations of floor and roof
members and systems caused by service loads shall not impair
the serviceability of the structure.

C.2.2 Drift of Walls and Frames. Lateral deflection or drift of
structures and deformation of horizontal diaphragms and bracing
systems caused by wind effects shall not impair the serviceability
of the structure.

C.2.3 Vibrations. Floor systems supporting large open areas
free of partitions or other sources of damping, where vibration
caused by pedestrian traffic might be objectionable, shall be
designed with due regard for such vibration.

Mechanical equipment that can produce objectionable vibra-
tions in any portion of an inhabited structure shall be isolated to
minimize the transmission of such vibrations to the structure.

Building structural systems shall be designed so that wind-
induced vibrations do not cause occupant discomfort or damage
to the building, its appurtenances, or contents.

C.3 DESIGN FOR LONG-TERM DEFLECTION

Where required for acceptable building performance, members
and systems shall be designed to accommodate long-term irre-
versible deflections under sustained load.

C.4 CAMBER

Special camber requirements that are necessary to bring a loaded
member into proper relation with the work of other trades shall be
set forth in the design documents.

Beams detailed without specified camber shall be positioned
during erection so that any minor camber is upward. If camber
involves the erection of any member under preload, this shall be
noted in the design documents.

C.5 EXPANSION AND CONTRACTION

Dimensional changes in a structure and its elements caused by
variations in temperature, relative humidity, or other effects shall
not impair the serviceability of the structure.

Provision shall be made either to control crack widths or to
limit cracking by providing relief joints.

C.6 DURABILITY

Buildings and other structures shall be designed to tolerate long-
term environmental effects or shall be protected against such
effects.
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APPENDIX D

BUILDINGS EXEMPTED FROM TORSIONAL WIND LOAD CASES

D.1 SCOPE

The torsional load cases in Fig. 27.3-8 (Case 2 and Case 4) need
not be considered for a building meeting the conditions of
Sections D.2, D.3, D.4, D.5, or D.6 or, if it can be shown by
other means that the torsional load cases of Fig. 27.3-8 do not
control the design.

D.2 ONE- AND TWO-STORY BUILDINGS MEETING
THE FOLLOWING REQUIREMENTS

One-story buildings with h less than or equal to 30 ft (9.2 m),
buildings two stories or fewer framed with light-frame construc-
tion, and buildings two stories or fewer designed with flexible
diaphragms are exempted.

D.3 BUILDINGS CONTROLLED BY SEISMIC
LOADING

D.3.1 Buildings with Diaphragms at Each Level That Are
Not Flexible. Building structures are exempted that are regular
under seismic load (as defined in Section 12.3.2) and conform to
the following:

1. The eccentricity between the center of mass and the
geometric centroid of the building at that level shall not
exceed 15% of the overall building width along each
principal axis considered at each level, and

2. The design story shear determined for earthquake load as
specified in Chapter 12 at each floor level shall be at least
1.5 times the design story shear determined for wind loads
as specified herein.

The design earthquake and wind load cases considered when
evaluating this exception shall be the load cases without torsion.

D.3.2 Buildings with Diaphragms at Each Level That Are
Flexible. Building structures are exempted that are regular under
seismic load (as defined in Section 12.3.2) and conform to the
following:

1. The design earthquake shear forces resolved to the vertical
elements of the lateral load-resisting system shall be at least
1.5 times the corresponding design wind shear forces
resisted by those elements.

The design earthquake and wind load cases considered when
evaluating this exception shall be the load cases without torsion.

D.4 BUILDINGS CLASSIFIED AS TORSIONALLY
REGULAR UNDER WIND LOAD

Buildings meeting the definition of torsionally regular buildings
under wind load contained in Section 26.2 are exempted.

EXCEPTION: If a building does not qualify as being
torsionally regular under wind load, it is permissible to base the
design on the basic wind load Case 1 that is proportionally
increased so that the maximum displacement at each level is
not less than the maximum displacement for the torsional load
Case 2.

D.5 BUILDINGS WITH DIAPHRAGMS THAT ARE
FLEXIBLE AND DESIGNED FOR INCREASED
WIND LOADING

The torsional wind load cases need not be considered if the
design wind pressure in Cases 1 and 3 of Fig. 27.3-8 is increased
by a factor of 1.5

D.6 CLASS 1 AND CLASS 2 SIMPLE DIAPHRAGM
BUILDINGS h≤ 160 ft (48.8 m) MEETING THE
FOLLOWING REQUIREMENTS (REFER TO
SECTION 27.5.2)

D.6.1 Case A—Class 1 and Class 2 Buildings. Square
buildings with L∕B=1.0 are exempted, where all the following
conditions are satisfied:

1. The combined stiffness of the MWFRS in each principal
axis direction shall be equal, and

2. The individual stiffness of each MWFRS in each principal
axis direction shall be equal and symmetrically placed
about the center of application of the wind load along the
principal axis under consideration, and

3. The combined stiffness of the two most separated lines of
the MWFRS in each principal axis direction shall be 100%
of the total stiffness in each principal axis direction, and

4. The distance between the two most separated lines of the
MWFRS in each principal axis direction shall be at least
45% of the effective building width perpendicular to the
axis under consideration.

D.6.2 Case B—Class 1 and Class 2 Buildings. Square
buildings with L∕B=1.0 are exempted, where all the following
conditions are satisfied:

1. The combined stiffness of the MWFRS in each principal
axis direction shall be equal, and

2. The individual stiffness of the two most separated lines of
the MWFRS in each principal axis direction shall be equal
with all lines of the MWFRS symmetrically placed about
the center of application of the wind load along the
principal axis under consideration, and

3. The combined stiffness of the two most separated lines of
the MWFRS in each principal axis direction shall be at
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least 66% of the total stiffness in each principal axis
direction, and

4. The distance between the two most separated lines of the
MWFRS in each principal axis direction shall be at least
66% of the effective building width perpendicular to the
axis under consideration.

D.6.3 Case C—Class 1 and Class 2 Buildings. Rectangular
buildings with L∕B equal to 0.5 or 2.0 (L∕B=0.5, L∕B=2.0) are
exempted, where all the following conditions are satisfied:

1. The combined stiffness of the MWFRS in each principal
axis direction shall be proportional to the width of the sides
perpendicular to the axis under consideration, and

2. The individual stiffness of each of the MWFRS in each
principal axis direction shall be equal and symmetrically
placed about the center of application of the wind load
along the principal axis under consideration, and

3. The combined stiffness of the two most separated lines of
the MWFRS in each principal axis direction shall be 100%
of the total stiffness in each principal axis direction, and

4. The distance between the two most separated lines of the
MWFRS in each principal axis direction shall be at least

80% of the effective building width perpendicular to the
axis under consideration.

D.6.4 Case D—Class 1 and Class 2 Buildings. Rectangular
buildings with L∕B equal to 0.5 or 2.0 (L∕B=0.5, L∕B=2.0) are
exempted, where all the following conditions are satisfied:

1. The combined stiffness of the MWFRS in each principal
axis direction shall be proportional to the width of
the sides perpendicular to the axis under consideration,
and

2. The individual stiffness of the most separated lines of the
MWFRS in each principal axis direction shall be equal with
all lines of the MWFRS symmetrically placed about the
center of application of the wind load along the principal
axis under consideration, and

3. The combined stiffness of the two most separated lines of
the MWFRS in each principal axis direction shall be at least
80% of the total stiffness in each principal axis direction, and

4. The distance between the two most separated lines of the
MWFRS in each principal axis direction shall be 100% of
the effective building width perpendicular to the axis under
consideration.
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Figure D.6-1 Main Wind Force Resisting System, Appendix D (h ≤ 160 ft) (48.8 m): MWFRS Requirements of Case E for Enclosed Simple
Diaphragm Buildings. For Wind Torsion Exclusion, see Figure 27.3-8.
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D.6.5 Case E—Class 1 and Class 2 Buildings. Rectangular
buildings having L∕B between 0.5 and 1.0 (0.5 < L∕B < 1.0) or
between 1.0 and 2.0 (1.0 < L∕B < 2.0), the stiffness requirements
and the separation distances between the two most separated

lines of the MWFRS in each direction shall be interpolated
between Case A and Case C and between Case B and
Case D, respectively (Fig. D.6-1).

D.6.6 Case F—Class 1 Buildings. Rectangular buildings
having L∕B between 0.5 and 0.2 (0.2 ≤ L∕B < 0.5) or
between 2.0 and 5.0 (2.0 < L∕B ≤ 5.0) are exempted, see
Fig. D.6-2, where all of the following conditions are satisfied:

1. There shall be at least two lines of resistance in each
principal axis direction, and

2. All lines of the MWFRS shall be symmetrically placed
about the center of application of the wind load along the
principal axis under consideration, and

3. The distance between each line of resistance of the
MWFRS in the principal axis direction shall not exceed
2 times the least effective building width in a principal axis
direction, and

4. The individual stiffness of the most separated lines of
the MWFRS in each principal axis direction shall be
equal and not less than (25þ50∕n) percent of the total
stiffness where n is the required number of lines of
resistance in the principal axis direction as required by
conditions 1 and 3 of this section. The value of n shall be
2, 3, or 4.
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≤ 2L ≤ 2L 
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of total y direction 
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in each interior line 
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y

Figure D.6-2 Main Wind Force Resisting System, Appendix D
(h ≤ 160 ft) (48.8 m): MWFRS Requirements of Case F for
Enclosed Simple Diaphragm Buildings. For Wind Torsion

Exclusion, see Figure 27.3-8.
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APPENDIX E

PERFORMANCE-BASED DESIGN PROCEDURES FOR
FIRE EFFECTS ON STRUCTURES

E.1 SCOPE

This appendix is not a mandatory part of the standard. It provides
procedures for performance-based design and evaluation of
structures for fire conditions that result in fire-induced effects
on a structure’s members and connections. The use of perfor-
mance-based structural fire design procedures constitutes an
alternative methodology to meet project design requirements,
as is permitted by Section 1.3.7 and the alternative materials,
design, and methods of construction provision in the building
codes. This appendix does not provide for standard fire
resistance design with prescriptive methods, nor does it address
explosions.

E.2 DEFINITIONS

The following definitions apply to the information presented in
this appendix.

FIRE: An oxidation process that results in the burning of
flammable materials and produces heat.

FIRE EFFECTS: Thermal and structural response caused by
fire exposure and subsequent cooling.

FIRE EXPOSURE: The extent to which materials, products,
or assemblies are subjected to the conditions created by fire.

FIRE RESISTANCE: The ability of a material, product, or
assembly to withstand fire or provide protection from it for a
period of time.

FUEL LOAD: The total quantity of combustible contents
within a building, space, or area expressed either as total energy
or equivalent mass.

HEAT TRANSFER: The exchange of thermal energy caused
by a temperature difference.

PERFORMANCE-BASED STRUCTURAL FIRE DE-
SIGN: The explicit design of structural members and connec-
tions to satisfy performance objectives for structural design fires.

STANDARD FIRE RESISTANCE DESIGN: The selection
of fire-resistive assemblies to meet code requirements for struc-
tural fire resistance (also known as prescriptive design). The
rating of a fire-resistive assembly is based on its performance in
standard fire testing.

STRUCTURAL DESIGN FIRE: A fire that has the potential
to affect the integrity and stability of a structure that is used for
the design and evaluation of the structure.

THERMAL BOUNDARY CONDITION: The temperature
and/or heat flux to which an assembly or the structure is subjected
during or after fire exposure based upon the radiative and
convective heating and/or cooling conditions at exposed surfaces.

THERMAL INSULATION: A material or medium that
reduces the heat transfer between objects in thermal contact or
in range of radiative or convective influence.

THERMAL RESPONSE: The temperature distribution of
members and connections when exposed to thermal boundary
conditions.

THERMAL RESTRAINT: A condition in which thermal
expansion or contraction of structural members is resisted by
forces external to the members. The level of restraint depends on
the adjacent framing and connection details.

E.3 GENERAL REQUIREMENTS

Performance-based structural fire design and evaluation proce-
dures shall comply with the requirements of Section 1.3.1.3.

Design and evaluation of structures for fire effects shall
include the following tasks: identify performance objectives,
quantify the fuel load, identify and evaluate structural design
fires, determine temperature histories of structural members and
connections, and determine the response of the structure. These
tasks shall include evaluating the heating and subsequent cooling
of the structure under fire exposure, as appropriate.

The structural response shall be evaluated against limit states
based on the performance objectives. The analyses shall account
for temperature-dependent material properties, boundary condi-
tions, and thermally induced failure modes and shall evaluate
structural stability, strength, deformation, and load path continuity.

E.4 PERFORMANCE OBJECTIVES

Performance objectives shall be expressed as quantifiable metrics
for the design and evaluation of structural response to structural
design fires. Performance objectives for structural integrity,
including strength, stiffness, and stability, shall meet the mini-
mum criteria specified in Section E.4.1. Additional project-
specific performance objectives shall meet the requirements in
Section E.4.2.

E.4.1 Structural Integrity. Structural integrity shall be pro-
vided for buildings and other structures subject to structural
design fires such that the structural system remains stable with
a continuous load path to the extent necessary to ensure occupant
life safety.

The performance of the structural system under structural
design fires shall allow building occupants to travel safely to
refuge areas within the building or exit the building to a public
way. Structural support of building egress routes shall be main-
tained for a period of time necessary to ensure a safe and
complete evacuation of building occupants. Structural support
of building refuge areas shall be maintained throughout the
heating and cooling of the structure.

E.4.2 Project-Specific Performance Objectives. Buildings
and other structures shall be designed to meet project-specific
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performance objectives required by the owner, Authority Having
Jurisdiction, or applicable building code in addition to those in
Section E.4.1.

E.5 THERMAL ANALYSIS OF FIRE EFFECTS

The thermal response of structural members and connections
during and after structural design fires shall be determined for
input to the structural analyses of fire effects.

E.5.1 Fuel Load. The fuel load shall be quantified for use in the
evaluation of structural design fires.

E.5.2 Structural Design Fires. Structural design fires shall be
identified and used to develop time-dependent thermal boundary
conditions for use in heat transfer analyses.

E.5.3 Heat Transfer Analysis. The temperature history of
structural members and connections shall be determined using
heat transfer analysis methods based on the time-dependent
thermal boundary conditions for structural design fires.
Temperature-dependent thermal properties of materials com-

prising the structural system and thermal insulation shall be used
in heat transfer analyses to determine the thermal response. It
shall be permissible to use constant thermal property values if
they yield conservative results.

E.6 STRUCTURAL ANALYSIS OF FIRE EFFECTS

Structural analyses shall include portions of the structural system
that are subject to fire effects from the structural design fires as
determined in Section E.5, with consideration of unheated por-
tions of the structural system that provide thermal restraint. It is
permissible for the analyses to consider alternate load paths that
are capable of being maintained following structural damage or
degradation caused by fire effects.

E.6.1 Temperature History for Structural Members and
Connections. Temperature histories for structural members
and connections shall be determined from thermal analysis of
structural design fires and shall be used to analyze fire effects on
structural performance.

E.6.2 Temperature-Dependent Properties. Temperature-
dependent properties of structural materials shall be used to
determine the performance of structural members and
connections subject to structural design fires.

E.6.3 Load Combinations. Load combinations in Section 2.5
for extraordinary events shall be used for analysis of fire
effects and shall include time- and sequence-dependent
effects. To check the residual capacity of a structure damaged
by a structural design fire, the approach identified in
Section 2.5.2.2 shall be used.
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COMMENTARY TO STANDARD ASCE/SEI 7-16

This commentary is not a part of the ASCE Standard Minimum
Design Loads and Associated Criteria for Buildings and Other
Structures. It is included for information purposes.

This commentary consists of explanatory and supplementary
material designed to assist local building code committees and
regulatory authorities in applying the recommended require-
ments. In some cases it will be necessary to adjust specific
values in the standard to local conditions. In others, a consider-
able amount of detailed information is needed to put the

provisions into effect. This commentary provides a place for
supplying material that can be used in these situations and is
intended to create a better understanding of the recommended
requirements through brief explanations of the reasoning
employed in arriving at them.

The sections of the commentary are numbered to correspond to
the sections of the standard to which they refer. Because it is not
necessary to have supplementary material for every section in the
standard, there are gaps in the numbering in the commentary.
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CHAPTER C1

GENERAL

C1.1 SCOPE

The minimum design loads, hazard levels, associated criteria, and
intended performance goals contained in this standard are de-
rived from research and observed performance of buildings, other
structures, and their nonstructural components under the effects
of loads. These parameters vary depending on the relative
importance of the building, other structure, or nonstructural
component. The loads provided in this standard include loads
from both normal operations and rare hazard events. All loads
and associated criteria are prescribed to achieve an intended
performance, which is defined by a reliability index or limit state
exceedance probability or preservation of function during a
specified hazard event.

Loads and load combinations are set forth in this document
with the intent that they be used together. If one were to use loads
from some other source with the load combinations set forth
herein or vice versa, the reliability of the resulting design may be
affected.

With the 2016 edition of the standard, the title was modified to
include the words “and Associated Criteria” to acknowledge
what has been in this standard for many editions. For example,
earthquake loads contained herein are developed for structures
that possess certain qualities of ductility and postelastic energy
dissipation capability. For this reason, provisions for design,
detailing, and construction are provided in Chapters 11 through
22. In some cases, these provisions modify or add to provisions
contained in design specifications. However, this standard only
adds associated criteria when the modification is needed to
achieve the intended structural performance when subjected to
the loads specified herein.

C1.3 BASIC REQUIREMENTS

C1.3.1 Strength and Stiffness. Buildings and other structures
must satisfy strength limit states in which members and
components are proportioned to safely carry the design loads
specified in this standard to resist buckling, yielding, fracture,
and other unacceptable performance. This requirement applies
not only to structural components but also to nonstructural
elements, the failure of which could pose a substantial safety
or other risk. Chapter 30 of this standard specifies wind loads that
must be considered in the design of cladding. Chapter 13 of this
standard specifies earthquake loads and deformations that must
be considered in the design of nonstructural components and
systems designated in that chapter.

Although strength is a primary concern of this section, strength
cannot be considered independent of stiffness. In addition to
considerations of serviceability, for which stiffness is a primary
consideration, structures must have adequate stiffness to ensure
stability. In addition, the magnitude of load imposed on a

structure for some loading conditions, including earthquake,
wind, and ponding, is a direct function of the structure’s stiffness.

Another important consideration related to stiffness is damage
to nonstructural components resulting from structural deforma-
tions. Acceptable performance of nonstructural components
requires either that the structural stiffness be sufficient to prevent
excessive deformations or that the components can accommodate
the anticipated deformations.

Standards produced under consensus procedures and intended
for use in connection with building code requirements contain
recommendations for resistance factors for use with the strength
design procedures of Section 1.3.1.1 or allowable stresses (or
safety factors) for the allowable stress design procedures of
Section 1.3.1.2. The resistances contained in any such standards
have been prepared using procedures compatible with those used
to form the load combinations contained in Sections 2.3 and 2.4.
When used together, these load combinations and the companion
resistances are intended to provide reliabilities approximately
similar to those indicated in Tables 1.3-1, 1.3-2, and 1.3-3. Some
standards known to have been prepared in this manner include
the following:

ACI 318, Building Code Requirements for Structural Con-
crete, American Concrete Institute.

AISC 341, Seismic Provisions for Structural Steel Buildings,
American Institute of Steel Construction.

AISC 358, Prequalified Connections for Special and Interme-
diate Steel Moment Frames for Seismic Applications,
American Institute of Steel Construction.

AISC 360, Specification for Structural Steel Buildings, Amer-
ican Institute of Steel Construction.

AISI S100-16, North American Specification for the Design of
Cold-Formed Steel Structural Members, American Iron and
Steel Institute.

Aluminium Association. Specification for Aluminum Struc-
tures, Aluminum Association.

AWC NDS-2015, National Design Specification for Wood
Construction, American Wood Council.

AWC SDPWS-2015, Special Design Provisions for Wind and
Seismic, American Wood Council.

SEI/ASCE 8, Specification for the Design of Cold-Formed
Stainless Steel Structural Members, ASCE.

TMS 402, Building Code Requirements and Specification for
Masonry Structures, The Masonry Society.

TMS 602, Specification for Masonry Structures, The Masonry
Society.

C1.3.1.3 Performance-Based Procedures. Section 1.3.1.3
introduces alternative performance-based procedures that may
be used in lieu of the procedures of Sections 1.3.1.1 and 1.3.1.2

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 405

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



to demonstrate that a building or other structure, or parts thereof,
has sufficient strength. These procedures are intended to parallel
the so-called “alternative means and methods” procedures that
have been contained in building codes for many years. Such
procedures permit the use of materials, design, and construction
methods that differ from the prescriptive requirements of the
building code, or in this case the standard, that can be
demonstrated to provide equivalent performance. Such
procedures are useful in that they permit innovation and the
development of new approaches before the building codes and
standards have an opportunity to provide for these new
approaches. In addition, these procedures permit the use of
alternative methods for certain special structures, which may
not be covered by code but by means of their occupancy, use, or
other features, can provide acceptable performance without
compliance with the prescriptive requirements.
The reliability of a proposed design does not need to be

evaluated when the standard’s design procedures in Sec-
tions 1.3.1.1 and 1.3.1.2 are applied. However, when perfor-
mance-based procedures are used, the reliability achieved for the
proposed design should be consistent with the target reliabilities
stipulated in Section 1.3.1.3.
Alternative design methods have a range of implementation

levels. Such methods are addressed in standards or best practice
guidelines that address performance-based design goals and
methodologies that incorporate the fundamental basis of reliabil-
ity analysis. A minimum level of alternative design would
involve standard design procedures, with analyses based on the
requirements of Section 1.3.1.3. For example, a building that
exceeds the code limits for building height could be designed
with applicable codes and standards, and member demand and
capacities would be checked to determine their adequacy for the
design loads and conditions. For seismic design, the provisions
of the ASCE 41 standard and of the Tall Buildings Initiative,
Guidelines for Performance-Based Seismic Design of Tall Build-
ings (PEER 2010) were either calibrated by structural perfor-
mance level or were demonstrated in comparison with prescrip-
tive design methods to provide reliabilities equal to or better than
Table 1.3-2.
Flood load factors in ASCE 7 may not achieve the reliability

targets of Table 1.3-1. For structures within the 100-year coastal
flood zone, the load factor of 2.0 was based on a beta value of 2.5
(Mehta et al. 1998) rather than 3.0. For structures not in the
coastal zone, the load factor of 1.0 reflects the prescriptive
minimum 100-year flood elevation for stillwater flooding; thus
this flood has a 1% annual chance of being exceeded, which is
essentially a beta of 1.3. For Risk Category III and IV structures,
no reliability analysis has been performed. For storm events of
greater return period, the flood hazard expands both in spatial
extent and in depth. For those structures and components of
structures that were not subject to the prescriptive flood design
requirements, any design resistance depends on that imparted
from design for other hazards.
Tsunami and extraordinary events do not have specific reli-

ability tables in this section. Guidance for performance-based
design of tsunami can be found in Chapter 6 and its associated
commentary. For extraordinary events, the user is directed to
Section C2.5 for discussion on reliability consideration for
extraordinary events.
The alternative procedures of Section 1.3.1.3 may be used to

demonstrate adequacy for one or more design loads, while the
standard procedures of Sections 1.3.1.1 and 1.3.1.2 are used to
demonstrate adequacy for other design loads. For example, it is
relatively common to use the alternative procedures to demon-
strate adequate earthquake, fire, or blast resistance, while the

standard prescriptive procedures of Sections 1.3.1.1 and 1.3.1.2
are used for all other loading considerations.
The alternative procedures of Section 1.3.1.3 are intended to

be used in the design of individual projects, rather than as the
basis for broad qualification of new structural systems, products,
or components. Procedures for such qualification are beyond the
scope of this standard, as the limited number of test data required
in Section 1.3.1.3.2 are not appropriate for the application of new
materials in a structural system or the development of prefab-
ricated structural assemblies intended for general widespread use
in structural systems. A more robust level of testing is needed for
new materials or structural assemblies for general use.
Section 1.3.1.3 requires demonstration that a design has

adequate strength to provide an equivalent or lower probability
of failure under load than that adopted as the basis for the
prescriptive requirements of this standard for buildings and
structures of comparable Risk Category. Tables 1.3-1, 1.3-2,
and 1.3-3 summarize performance goals, expressed in terms of
target reliabilities, associated with protection against structural
failure that approximate those notionally intended to be achieved
using the design procedures of Section 2.3. The target reliability
indices are provided for a 50-year reference period, and the
probabilities of failure are annual probabilities. Annualized
probabilities can be applied to limit states where the loads and
member resistance do not vary over the reference period. If a
member is subject to degradation, such as corrosion, then
degradation effects over the service period should be considered
through a time-varying or stochastic process as part of the
reliability analysis.
The target reliabilities have been developed and vetted by a

number of consensus groups over a period of more than 30 years
and have been confirmed through professional practice in AISC
360, ACI 318, and other standards and documents. The target
reliabilities for Risk Category II in Table 1.3-1 are based on
probabilistic analyses of structural member performance for
strength design procedures and are documented in Ellingwood
et al. (1980, 1982) and Galambos et al. (1982). The reliabilities
are consistent with those adopted by the NBCC (2010), CEN 250
(2002) and ISO (1998). Structural members and connections
designed using typical specifications for engineering materials
(steel, reinforced concrete, masonry, timber) were analyzed to
determine their reliabilities for common limit states, such as
yielding in tension members, formation of plastic hinges in
compact laterally supported beams, or column buckling and
connection fracture for a nominal service period of 50 years.
The reliabilities were determined for load combinations involv-
ing dead, live, wind, snow, and earthquake loads initially. The
target reliabilities listed in Table 1.3-1 are based on strength
criteria for structural members. The target reliabilities listed in
Table 1.3-2 for strength and deflection limit states are based on
strength and deflection criteria for system response to earth-
quakes where inelastic behavior is assumed. The target reliabil-
ities for Risk Categories I, III, and IV were determined by
reviewing the intended performance of structural members and
systems, as well as target reliabilities specified by other codes and
standards for similar performance criteria.
Seismic design practice has evolved in the past three decades

from the original reliability basis mentioned previously. The
target reliabilities in Table 1.3-2 for earthquake-resistant struc-
tural system design are defined for the response of the structural
system as described in NIST (2012), which was prepared by
NEHRP Consultants Joint Venture: For Risk Category I and Risk
Category II structures, i.e., Ie = 1.0, acceptable Life Safety risk is
defined by an “absolute” collapse probability of 1% in 50 years
and a “conditional” probability of 10% given MCER ground
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motions. The conditional probability of 10% is based on FEMA
P-695 methodology. The absolute probability of 1% in 50 years
and the conditional probability of 10% given MCER ground
motions were used by the U.S. Geological Survey to develop the
probabilistic MCER ground motions of ASCE/SEI 7-10. The
conditional probabilities of 5% (Risk Category III structures) and
2.5% (Risk Category IV structures) represent improved reliabili-
ty anticipated for structures designed with an importance factor,
Ie, greater than 1.0. Although not specifically stated by ASCE/
SEI 7-10 commentary, it may be presumed that Risk Category III
and Risk Category IV structures have absolute collapse proba-
bility objectives that are less than 1% in 50 years (i.e., due to
design using an importance factor of Ie > 1.0).

Engineers may need load criteria for strength design that are
consistent with the requirements in this standard for situations
that are not covered explicitly within this standard. They may
also need to consider load criteria for special situations, as
required by the client in performance-based engineering applica-
tions, in accordance with Section 1.3.1.3. In addition, groups
writing standards and specifications for strength design of struc-
tural systems and elements may need to develop resistance
factors that, when used with the load requirements in this
standard, permit the stipulated reliability to be achieved. Such
load criteria should be developed using an accepted procedure,
such as that provided in Section 2.3.6, to ensure that the resulting
factored design loads and load combinations are consistent with
target reliabilities (or levels of performance), the common load
criteria in Section 2.3.2, and existing standards and specifications
governing strength design for common construction materials.
Peer-reviewed statistical data for loads in this standard are
provided in Table C1.3-1, adopted from Ellingwood et al.
(1980, 1982) and Galambos et al. (1982). The statistics provided
are the ratio of the mean, Xm, to nominal, Xn, values of the load and
the coefficient of variation, COV, of a cumulative distribution
function (CDF) fitted to the 90th percentile and above of the
probability distribution of the load. The parameters for S (snow) are
based on data for the northeastern quadrant of the United States.

The reliability of structural members can be determined
through a reliability analysis, such as a Monte Carlo analysis
with random variables assigned probability distributions with
mean and COV values based on statistical data. Reliability
analyses can also be conducted using a nonparametric hazard
curve based on data. Fig. C1.3-1 provides an example of the
design equation, limit state equations, and statistical variables for
a compact steel flexural member designed for dead plus live load.
The statistics used in this example are typical (cf. Table C1.3-1).
The user should determine the appropriate probabilistic models
for his or her design situation.

Fig. C1.3-1 presents an illustration of how the reliability index,
β, is determined for the common case of a compact steel beam
with full lateral support, in which the limit state is the formation
of the first plastic hinge. The reliability depends on the ratio of
nominal live to dead load in the limit state equation. For

Ln∕Dn = 2.0 (a typical value), the probability of failure (50-year
basis) is 0.00298. The corresponding reliability index
β=Φ−1ð1 − Pf Þ= 2.75 (50-year basis), and Pf = 6 × 10−5 (an-
nual basis). These reliabilities can be compared to the reliability
targets in Table 1.3-1. The variation in β with Ln∕Dn is very
small; unlike ASD, the dead and live load factors of 1.2 and 1.6
were selected so as to properly reflect the differences in variabili-
ty between dead and live load.

The system reliabilities for earthquake are different than those
for other environmental hazards because the design philosophy
of the standard is to prevent system collapse in the risk-targeted
maximum considered earthquake (MCER) shaking. The R, Cd,
and Ω0 coefficients specified in Chapter 12 for seismic loading,
together with the systems detailing requirements specified in the
referenced standards, are intended to ensure minimum acceptable
probabilities of structural collapse, given the occurrence of
Maximum Considered Earthquake (MCER) ground shaking. As
discussed in Section C11.4, for typical structures (Risk Category
I and II), the conditional probability of collapse is assumed to be
10%, given the occurrence of the MCER. This assumption is
based on significant research documented in FEMA P695 (2009).
The additional collapse goals of 5% for Risk Category III and
2.5% for Risk Category IV were arrived at by assuming that the
seismic fragility (probabilistic model of system strength) is
described by a lognormal distribution with a logarithmic standard
deviation of 0.6 and adjusting the strength of the structure by the
earthquake importance factors of 1.25 and 1.5, respectively.
Since collapse is a function of loading (ground shaking)

Design Equation

0.9Rn = 1.2Dnþ1.6Ln

Limit State Equation G(X)

GðR;D;LÞ=R − D − L

GðXÞ=
��

1.2þ1.6

�
Ln
Dn

��
∕0.9

�
X1 − X2 −

�
Ln
Dn

�
X3

where

R = Strength random variable, and Rn = Nominal strength
D = Dead load random variable, and Dn = Nominal dead load
L = Live load random variable, and Ln = Nominal live load

X1 =R∕Rn; X2 =D∕Dn; X3 =L∕Ln;

Typical range of L∕Dn is 0.5 to 4.0:

Statistics

Variable Mean
Coefficient of

Variation (COV)
Probability Density
Function (PDF)

X1 1.08 0.09 Lognormal

X2 1.05 0.10 Normal

X3 1.00 0.25 Type I

FIGURE C1.3-1 Equations and Statistics of Load and Resistance
Parameters for a Monte Carlo Analysis to Determine Achieved

Reliability

Table C1.3-1 Load Distributions and Parameters

Load Xm∕Xn Vx CDF

D 1.05 0.10 Normal
L 1.00 0.25 Type I
W Site-dependent Type I
S 0.82 0.26 Type II
E Site-dependent Type II
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intensity, still lower, but nonnegligible probabilities of collapse
also exist at design shaking levels. The collapse risk for design
earthquake shaking is approximately 2.5%, 1%, and 0.5% for
Risk Category II, III, and IV structures.
This standard also seeks to protect against local failure that

does not result in global collapse but could result in injury risk to
a few persons. Chapter 16 of the standard defines structural
elements according to their criticality as critical, ordinary, and
noncritical, where critical elements can lead to global collapse,
ordinary elements to endangerment of a limited number of lives,
and noncritical elements do not have safety consequences. For
ordinary elements in Risk Category II structures, the standard
accepts a 25% probability of failure given MCER shaking
(approximately 10% probability of failure for design earthquake
shaking). Failure probabilities for ordinary elements in Risk
Category III and IV structures are, respectively, 15% and 9%
for MCER shaking and 4% and 2% for DE shaking. It is
anticipated that the failure probabilities for anchorage of rigid
nonstructural components attached at grade to the structure may
be in the same range as the probabilities for ordinary elements.
However, the uncertainties associated with the reliability for
anchorage of rigid nonstructural components that are elevated
within a structure are much higher than for structural elements
because the methods used to characterize the strength demands
on nonstructural components are more approximate than those
used for overall building demands, and appropriate reliability
levels have not yet been established for them. Furthermore,
demands on anchorage of flexible nonstructural components and
distributions are significantly more complex, especially when
points of attachment of the nonstructural components are elevat-
ed within a structure and need to consider both inertial effects and
relative displacements. Future study should seek to evaluate
nonstructural reliabilities in a rigorous manner, and if consensus
can be achieved regarding the appropriate reliability levels for
anchorage, to adjust the design procedure for anchorage of these
components to achieve these appropriate reliabilities.
It is important to note that provision of adequate strength is not

sufficient to ensure proper performance. Considerations of ser-
viceability and structural integrity are also important. Use of the
alternative procedures of Section 1.3.1.3 is not intended as an
alternative to the requirements of Sections 1.3.2, 1.3.3, 1.3.4,
1.3.5, 1.3.6, or 1.4 of this standard.
The requirements of this standard and its companion refer-

enced standards are intended to provide protection against
structural failure. They are also intended to provide property
and economic protection for small events, to the extent practical,
as well as improve the probability that critical facilities will be
functional after severe storms, earthquakes, and similar events.
Although these goals are an important part of the requirements of
this standard, at the present time there is no documentation of the
reliability intended with respect to these goals. Consequently,
Tables 1.3-1 and 1.3-2 address safety considerations only.
Compliance with Section 1.3.1.3 may be demonstrated by

analysis, testing, or a combination of both methods. It is impor-
tant to recognize that there is uncertainty as to whether the
performance objectives tabulated in Tables 1.3-1 and 1.3-2 can
be achieved. There is inherent uncertainty associated with pre-
diction of the intensity of loading that a structure will experience,
the actual strength of materials incorporated in construction, the
quality of construction, and the condition of the structure at the
time of loading. Whether testing, analysis, or a combination of
these is used, provision should be made to account for these
uncertainties and to ensure that the probability of poor perfor-
mance is acceptably low. See Ellingwood et al. (1982) and
Galambos et al. (1982) for estimates of such uncertainties.

Rigorous methods of reliability analysis can be used to
demonstrate that the reliability of a design achieves the targets
indicated in Tables 1.3-1 and 1.3-2; a simple illustration of such a
method is provided in C1.3-1. While such analyses would
certainly constitute an acceptable approach to satisfy the require-
ments of Section 1.3.1.3, these may not be the only acceptable
approaches. Consensus bodies or other standards developing
organizations may develop guideline documents that provide
alternative performance-based design methods or alternate pre-
scriptive procedures that meet or exceed the reliabilities stated in
this section.
Since most building officials and other Authorities Having

Jurisdiction do not have the expertise necessary to judge the
adequacy of designs justified using the Section 1.3.1.3 proce-
dures, independent peer review is an essential part of this process.
Peer review can help to reduce the potential that the design
professional of record will overlook or misinterpret one or more
potential behaviors that could result in poor performance. Peer
review can also help to establish that an appropriate standard of
care was adhered to during the design. For peer review to be
effective, the reviewers must have the appropriate expertise and
understanding of the types of structures, loading, analysis meth-
ods, and testing used in the procedures.
The target reliabilities listed in Tables 1.3-1 for members and

connections and those in Tables 1.3-2 and 1.3-3 for structural
systems are included in this standard specifically for application
to performance-based procedures for individual projects that are
peer-reviewed by experts in the field. For several reasons, these
target reliabilities are not intended to be compared to reliability
indices developed by material specification groups for general
structural applications. For example, reliability indices for some
materials are based on testing of small coupons of the material
supplemented by factors to account for scaling up to structural-
sized elements, whereas other materials test full-sized structural
members as the foundation for this analysis. Additionally, some
reliability analyses use default lognormal data distribution
assumptions, and others use distributional forms applicable to
the material and to each load combination of interest.

C1.3.1.3.2 Testing. Laboratory testing of materials and com-
ponents constructed from those materials is an essential part of
the process of validating the performance of structures and
nonstructural components under load. Design resistances speci-
fied in the industry standards used with the strength procedures of
Section 1.3.1.1 and the allowable stress procedures of Sec-
tion 1.3.1.2 are based on extensive laboratory testing and many
years of experience with the performance of structures designed
using these standards in real structures. Similarly, analytical
modeling techniques commonly used by engineers to predict
the behavior of these systems have been benchmarked and
validated against laboratory testing. Similar benchmarking of
resistance, component performance, and analytical models is
essential when performance-based procedures are used. Where
systems and components that are within the scope of the industry
standards are used in a design, analytical modeling of these
systems and components and their resistances should be con-
ducted in accordance with these standards and industry practice,
unless new data and testing suggest that other assumptions are
more appropriate. Where new systems, components, or materials
are to be used, laboratory testing must be performed to indicate
appropriate modeling assumptions and resistances.
No single protocol is appropriate for use in laboratory testing

of structural and nonstructural components. The appropriate
number and types of tests that should be performed depend on
the type of loading the component will be subjected to, the

408 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



complexity of the component’s behavior, the failure modes it
may exhibit, the consequences of this failure, and the variability
associated with the behavior. Resistances should be selected to
provide an acceptably low probability of unacceptable perfor-
mance. Commentary to Chapter 2 provides guidance on the
calculation of load and resistance factors that may be used for
this purpose, when LRFD procedures are used.

Regardless of the means used to demonstrate acceptable
performance, testing should be sufficient to provide an under-
standing of the probable mean value and variability of resistance
or component performance. For materials or components that
exhibit significant variability in behavior, as a result either of
workmanship, material variation, or brittle modes of behavior, a
very large number of tests may be required to properly charac-
terize both the mean values and dispersion. It is seldom possible
to conduct such a large number of tests as part of an individual
project. Therefore, for reasons of practicality, this standard
permits a small number of tests, with the number based on the
observed variability. Users are cautioned to conduct tests on
material that is representative of that expected to be used in the
specific project and that all significant sources of variability are
included in the test samples. When high variability is observed in
these test data, the minimum requirement of six tests is not
adequate to establish either the true mean or the variability with
confidence, and appropriate caution should be used when devel-
oping component resistance or performance measures based on
this limited testing. This is a primary reason why the procedures
of this section are limited to use on the specific projects being
analyzed (i.e., they are not “portable” to similar projects) and that
data from these tests are not intended as a means of obtaining
prequalification of new systems, materials, or components for
broad application.

Some industries and industry standards have adopted standard
protocols and procedures for qualification testing. For example,
AISC 341, Chapter K, specifies the required testing for qualifi-
cation of connections used in certain steel seismic force-resisting
systems. The wood structural panel industry has generally em-
braced the testing protocols developed by the Consortium of
Universities for Research in Earthquake Engineering project
(Krawinkler et al. 2002). When a material, component, or system
is similar to those for which such an industry standard exists, the
industry standard should be used, unless it can be demonstrated
to the satisfaction of peer review and the Authority Having
Jurisdiction that more appropriate results will be attained by
using alternative procedures and protocols.

When data from Section 1.3.1.3.2 testing is used to character-
ize a variable within the reliability analysis, sample sizes shall be
sufficient to define the mean and coefficient of variation of the
test results within specific confidence bounds determined by the
significance of that variable in the reliability analysis. While most
testing being conducted in accordance with Section 1.3.1.3.2 will
be used primarily to confirm or supplement engineering analyses,
it is possible that test data will also be used to characterize one of
the random variables that are part of the reliability analysis.
Because each variable in the reliability analysis will influence the
final computed reliability index, each test-based variable must be
subjected to a reasonable amount of statistical rigor. For very
small sample sizes, it is not possible to define the mean or the
standard deviation precisely. However, there are well-established
methods to compute confidence bounds on those parameters. For
example, a conservative estimate of the mean value might be the
lower 75% confidence bound.

C1.3.2 Serviceability. In addition to strength limit states,
buildings and other structures must also satisfy serviceability

limit states that define functional performance and behavior
under loads normally experienced during the lifetime of the
structure or during a time defined specifically for a project or
a particular limit state. Serviceability limit states include such
items as deflection and vibration. In the United States, strength
limit states have traditionally been specified in building codes
because they control the safety of the structure. Serviceability
limit states, however, are usually noncatastrophic, define a level
of quality of the structure or element, and are a matter of
judgment as to their application. Serviceability limit states
involve the perceptions and expectations of the owner or user
and are a contractual matter between the owner or user and the
designer and builder. It is for these reasons, and because the
benefits are often subjective and difficult to define or quantify,
that serviceability limit states for the most part are not included
within the model U.S. building codes, with several notable
exceptions, such as member deflection limits. In some cases,
material design standards provide serviceability limit states for
structural elements composed of their material.

The fact that serviceability limit states are usually not codified
should not diminish their importance. Exceeding a serviceability
limit state in a building or other structure usually means that its
function is disrupted or impaired because of local minor damage
or deterioration or because of occupant discomfort or annoyance.
Therefore, this section states that serviceability limit states and
the service loads associated with those limit states should be
defined in the project design criteria, which would often be
developed in consultation with the owner of the building or
other structure. Appendix C and its commentary provide guid-
ance to the designer on developing serviceability design criteria.

Service loads can vary significantly from the design loads
specified in this standard. Often the service loads are dependent
on the specific serviceability limit state being investigated. For
example, beam deflection for a stiffness serviceability limit state
has typically been evaluated using the live load is specified in this
standard without a load factor applied to it. While the live load
used for evaluating floor vibration caused by footfall has com-
monly been taken as an estimated average of the actual live load
present, often significantly less than the design live load is
specified in this standard.

C1.3.3 Functionality. Structures in Risk Category IV are
intended to have some measure of protection against damage to
the structure and designated nonstructural systems that would
preclude the facility from resuming its intended function follow-
ing the design environmental hazard. For example, in Chapter 13 of
the standard, nonstructural systems assigned to Risk Category IV
must be tested or verified by analysis to be rugged enough to retain
their pre-earthquake function following the design earthquake.
There are additional requirements in the seismic chapters, 11
through 23, to limit structural damage and drift to preserve
function of the structure. Since the provisions of this standard
require that structures and nonstructural components be designed to
remain essentially elastic under most other environmental hazards,
preservation of function is generally provided.

When a performance-based design is elected over the prescrip-
tive design procedures in the standard, the registered design
professional should confirm that the structure has sufficient
strength and stiffness to not incur damage during the design
environmental hazard event that would prevent the facility from
resuming its intended function, or in some cases or hazards,
functioning during the design hazard.

Because the nature of function preservation is very broad and
encompasses many different structural components and systems
subjected to various hazards, there are not specific reliability
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targets. For that reason, the terms “reasonable probability” and
“adequate structural strength” as applied to structural systems are
used to indicate that the application of Section 1.1.3 is not an
absolute target value. What constitutes reasonable probability
depends on many factors, including the recognition that the
fragilities of structural systems to ensure function are not well
established and should be agreed upon by the user, the client, and
if applicable, the Authority Having Jurisdiction and the peer
reviewers.
The designated nonstructural systems should be composed of

components that have adequate strength, stiffness, and rugged-
ness and are adequately attached to the structure so that they do
not incur damage sufficient to prohibit the function of the system
within a specified period of time as the facility is brought back
online. This functionality can be demonstrated through analysis
or through physical testing of the nonstructural system or
components.
Designated nonstructural systems may vary between structures

based on the function of the facility. However, systems that are
essential to Life Safety are commonly accepted as needed
function preservation. Such systems may include fire detection
and suppression systems, emergency exit lighting, and systems
that contain explosive, toxic, or highly toxic materials. The
specific systems and components that should be considered part
of the “designated nonstructural system” should be determined
by the user and may require approval by the Authority Having
Jurisdiction and, if part of the design, the peer reviewers.
The requirements of this section are not to preclude damage to

the structural elements or nonstructural components. In fact, there
might be considerable damage to nonessential nonstructural
systems and some indications of inelastic deformation of the
structure. There should be no structural damage that would
indicate the structure is unsafe to support the loads with reliabil-
ity similar to that required to support it during normal operation.
There should be no damage to the nonstructural components that
prevents function, such as blocked egress routes. Designated
nonstructural systems may have cosmetic damage, but the com-
ponents can function as they did before the hazard.
The statement that the provisions within this standard are

deemed to comply with this section means that through following
the prescriptive provisions contained herein, the design profes-
sional should be able to provide the intended function preserva-
tion performance of Risk Category IV structures in a reasonable
period of time consistent with the current state of the practice. In
some chapters of this standard, there are other terms that refer to
essentially the same components as “Designated Nonstructural
System.” “Designated Seismic System” in Chapter 13 and
“Critical Equipment and Systems” in Chapter 6 are two exam-
ples. In those cases, the hazard chapter-specific terms are retained
to allow for the hazard-specific requirements to be implemented.

C1.3.4 Self-Straining Forces and Effects. Indeterminate
structures that experience dimensional changes develop self-
straining forces and effects. Examples include moments in
rigid frames that undergo differential foundation settlements,
pretensioning or post-tensioning forces as well as any
relaxation or loss of such forces sufficient to affect structural
performance, and shear forces in bearing walls that support
concrete slabs that shrink. Unless provisions are made for
self-straining forces and effects, stresses in structural elements,
either alone or in combination with stresses from external loads,
can be high enough to cause structural damage.
In many cases, the magnitude of self-straining forces can be

anticipated by analyses of expected shrinkage, temperature fluc-
tuations, foundation movement, and so forth. However, it is not

always practical to calculate the magnitude of self-straining forces.
Designers often specify relief joints, suitable framing systems, or
other details to minimize self-straining forces and effects.

C1.3.7 Fire Resistance. Where there is no applicable building
code (the building code under which the structure is designed),
the structural fire resistance provisions of the International
Building Code should be applied. Appendix E provides
performance-based design procedures for alternative means
specified in Section 1.3.1.

C1.4 GENERAL STRUCTURAL INTEGRITY

Sections 1.4.1 through 1.4.4 present minimum strength criteria
intended to ensure that all structures are provided with minimum
interconnectivity of their elements and that a complete lateral
force-resisting system is present with sufficient strength to
provide for stability under gravity loads and nominal lateral
forces that are independent of design wind, seismic, or other
anticipated loads. Conformance with these criteria provides
structural integrity for normal service and minor unanticipated
events that may reasonably be expected to occur throughout their
lifetimes. For many structures that house large numbers of
persons, or that house functions necessary to protect the public
safety or occupancies that may be the subject of intentional
sabotage or attack, more rigorous protection should be incorpo-
rated into designs than provided by these sections. For such
structures, additional precautions can and should be taken in the
design of structures to limit the effects of local collapse and to
prevent or minimize progressive collapse in accordance with the
procedures of Section 2.5, as charged by Section 1.4. Progressive
collapse is defined as the spread of an initial local failure from
element to element, resulting eventually in the collapse of an
entire structure or a disproportionately large part of it.
Some authors have defined resistance to progressive collapse to

be the ability of a structure to accommodate, with only local failure,
the notional removal of any single structural member. Aside from
the possibility of further damage that uncontrolled debris from the
failed member may cause, it appears prudent to consider whether
the abnormal event will fail only a single member.
Because accidents, misuse, and sabotage are normally unfore-

seeable events, they cannot be defined precisely. Likewise,
general structural integrity is a quality that cannot be stated in
simple terms. It is the purpose of Section 1.4 and the commentary
to direct attention to the problem of local collapse, present
guidelines for handling it that will aid the design engineer, and
promote consistency of treatment in all types of structures and in
all construction materials. ASCE does not intend, at this time, for
this standard to establish specific events to be considered during
design or for this standard to provide specific design criteria to
minimize the risk of progressive collapse.
Accidents, Misuse, Sabotage, and Their Consequences. In

addition to unintentional or willful misuse, some of the incidents
that may cause local collapse (Leyendecker et al. 1976) are
explosions caused by ignition of gas or industrial liquids, boiler
failures, vehicle impact, impact of falling objects, effects of
adjacent excavations, gross construction errors, very high winds
such as tornadoes, and sabotage. Generally, such abnormal
events would not be a part of normal design considerations.
The distinction between general collapse and limited local
collapse can best be made by example as follows.
General Collapse. The immediate, deliberate demolition of an

entire structure by phased explosives is an obvious instance of
general collapse. Also, the failure of one column in a one-, two-,
three-, or possibly even four-column structure could precipitate
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general collapse because the local failed column is a significant
part of the total structural system at that level. Similarly, the
failure of a major bearing element in the bottom story of a two- or
three-story structure might cause general collapse of the whole
structure. Such collapses are beyond the scope of the provisions
discussed herein. There have been numerous instances of general
collapse that have occurred as the result of such events as
bombing, landslides, and floods.

Limited Local Collapse. An example of limited local collapse
would be the containment of damage to adjacent bays and stories
following the destruction of one or two neighboring columns in a
multibay structure. The restriction of damage to portions of two or
three stories of a higher structure following the failure of a section
of bearing wall in one story is another example.

Examples of General Collapse
Ronan Point. A prominent case of local collapse that pro-

gressed to a disproportionate part of the whole building (and is
thus an example of the type of failure of concern here) was the
Ronan Point disaster, which brought the attention of the profession
to the matter of general structural integrity in buildings. Ronan
Point was a 22-story apartment building of large, precast-concrete,
load-bearing panels in Canning Town, England. In March 1968, a
gas explosion in an 18th-story apartment blew out a living room
wall. The loss of the wall led to the collapse of the whole corner of
the building. The apartments above the 18th story, suddenly losing
support from below and being insufficiently tied and reinforced,
collapsed one after the other. The falling debris ruptured succes-
sive floors and walls below the 18th story, and the failure
progressed to the ground. Better continuity and ductility might
have reduced the amount of damage at Ronan Point.

Another example is the failure of a one-story parking garage
reported in Granstrom and Carlsson (1974). Collapse of one
transverse frame under a concentration of snow led to the later
progressive collapse of the whole roof, which was supported by
20 transverse frames of the same type. Similar progressive
collapses are mentioned in Seltz-Petrash (1979).

Alfred P. Murrah Federal Building. On April 19, 1995, a
truck containing approximately 4,000 lb of fertilizer-based ex-
plosive (ammonium nitrate/fuel oil) was parked near the side-
walk next to the nine-story reinforced concrete office building
(Weidlinger 1994; Engrg. News Rec. 1995; Longinow 1995;
Glover 1996). The side facing the blast had corner columns and
four other perimeter columns. The blast shock wave disintegrated
one of the 20- × 36-in: (508 × 915 mm) perimeter columns and
caused brittle failures of two others. The transfer girder at the
third level above these columns failed, and the upper-story floors
collapsed in a progressive fashion. Approximately 70% of the
building experienced dramatic collapse. One hundred sixty-eight
people died, many of them as a direct result of progressive
collapse. Damage might have been less had this structure not
relied on transfer girders for support of upper floors, if there had
been better detailing for ductility and greater redundancy, and if
there had been better resistance for uplift loads on floor slabs.

There are a number of factors that contribute to the risk of
damage propagation in modern structures (Breen 1976). Among
them are the following:

1. There is an apparent lack of general awareness among
engineers that structural integrity against collapse is im-
portant enough to be regularly considered in design.

2. To have more flexibility in floor plans and to keep costs
down, interior walls and partitions are often non-load-
bearing and hence may be unable to assist in containing
damage.

3. In attempting to achieve economy in structure through
greater speed of erection and less site labor, systems may
be built with minimum continuity, ties between elements,
and joint rigidity.

4. Unreinforced or lightly reinforced load-bearing walls in
multistory structures may also have inadequate continuity,
ties, and joint rigidity.

5. In roof trusses and arches, there may not be sufficient
strength to carry the extra loads or sufficient diaphragm
action to maintain lateral stability of the adjacent members
if one collapses.

6. In eliminating excessively large safety factors, code changes
over the past several decades have reduced the large margin
of safety inherent in many older structures. The use of higher
strength materials permitting more slender sections com-
pounds the problem in that modern structures may be more
flexible and sensitive to load variations and, in addition,
may be more sensitive to construction errors.

Experience has demonstrated that the principle of taking pre-
cautions in design to limit the effects of local collapse is realistic
and can be satisfied economically. From a public safety viewpoint,
it is reasonable to expect all multistory structures to possess general
structural integrity comparable to that of properly designed, con-
ventionally framed structures (Breen 1976; Burnett 1975).

Design Alternatives. There are a number of ways to obtain
resistance to progressive collapse. In Ellingwood and Leyen-
decker (1978), a distinction is made between direct and indirect
design, and the following approaches are defined:

Direct Design: Explicit consideration of resistance to progres-
sive collapse during the design process through either
Alternate PathMethod: A method that allows local failure

to occur but seeks to provide alternate load paths so that
the damage is absorbed and major collapse is averted.

Specific Local Resistance Method: A method that seeks to
provide sufficient strength to resist failure from acci-
dents or misuse.

Indirect Design: Implicit consideration of resistance to pro-
gressive collapse during the design process through the
provision of minimum levels of strength, continuity, and
ductility.

The general structural integrity of a structure may be tested by
analysis to ascertain whether alternate paths around hypothetically
collapsed regions exist. Alternatively, alternate path studies may
be used as guides for developing rules for the minimum levels of
continuity and ductility needed to apply the indirect design
approach to enhance general structural integrity. Specific local
resistance may be provided in regions of high risk because it may
be necessary for some element to have sufficient strength to resist
abnormal loads for the structure as a whole to develop alternate
paths. Specific suggestions for the implementation of each of the
defined methods are contained in Ellingwood and Leyendecker
(1978).

Guidelines for the Provision of General Structural
Integrity. Generally, connections between structural compo-
nents should be ductile and have a capacity for relatively large
deformations and energy absorption under the effect of abnormal
conditions. This criterion is met in many different ways, depend-
ing on the structural system used. Details that are appropriate for
resistance to moderate wind loads and seismic loads often
provide sufficient ductility. In 1999, ASCE issued a state of
practice report that is a good introduction to the complex field of
blast-resistant design (ASCE 1999).
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Work with large precast panel structures (Schultz et al. 1977;
PCI Committee on Precast Bearing Walls 1976; Fintel and
Schultz 1979) provides an example of how to cope with the
problem of general structural integrity in a building system that is
inherently discontinuous. The provision of ties combined with
careful detailing of connections can overcome difficulties asso-
ciated with such a system. The same kind of methodology and
design philosophy can be applied to other systems (Fintel and
Annamalai 1979). The ACI Building Code Requirements for
Structural Concrete (ACI 2014) includes such requirements in
Section 4.10.
There are a number of ways of designing for the required

integrity to carry loads around severely damaged walls, trusses,
beams, columns, and floors. A few examples of design concepts
and details are

1. Good plan layout. An important factor in achieving integ-
rity is the proper plan layout of walls and columns. In
bearing-wall structures, there should be an arrangement of
interior longitudinal walls to support and reduce the span of
long sections of crosswall, thus enhancing the stability of
individual walls and of the structures as a whole. In the case
of local failure, this reduction will also decrease the length
of wall likely to be affected.

2. Provide an integrated system of ties among the principal
elements of the structural system. These ties may be
designed specifically as components of secondary load-
carrying systems, which often must sustain very large
deformations during catastrophic events.

3. Returns on walls. Returns on interior and exterior walls
make them more stable.

4. Changing directions of span of floor slab. Where a one-way
floor slab is reinforced to span, with a low safety factor, in
its secondary direction if a load-bearing wall is removed,
the collapse of the slab will be prevented and the debris
loading of other parts of the structure will be minimized.
Often, shrinkage and temperature steel will be enough to
enable the slab to span in a new direction.

5. Load-bearing interior partitions. The interior walls must be
capable of carrying enough load to achieve the change of
span direction in the floor slabs.

6. Catenary action of floor slab. Where the slab cannot change
span direction, the span will increase if an intermediate
supporting wall is removed. In this case, if there is enough
reinforcement throughout the slab and enough continuity
and restraint, the slab may be capable of carrying the loads
by catenary action, though very large deflections will result.

7. Beam action of walls. Walls may be assumed to be capable
of spanning an opening if sufficient tying steel at the top
and bottom of the walls allows them to act as the web of a
beam with the slabs above and below acting as flanges
(Schultz et al. 1977).

8. Redundant structural systems. A secondary load path
(e.g., an upper-level truss or transfer girder system that
allows the lower floors of a multistory building to hang
from the upper floors in an emergency) allows framing to
survive removal of key support elements.

9. Ductile detailing. Avoid low-ductility detailing in elements
that might be subject to dynamic loads or very large
distortions during localized failures (e.g., consider the
implications of shear failures in beams or supported slabs
under the influence of building weights falling from above).

10. Provide additional reinforcement to resist blast and load
reversal when blast loads are considered in design (ASCE
1997).

11. Consider the use of compartmentalized construction in
combination with special moment-resisting frames (as
defined in FEMA 1997) in the design of new buildings
when considering blast protection.

Although not directly adding structural integrity for the pre-
vention of progressive collapse, the use of special, nonfrangible
glass for fenestration can greatly reduce risk to occupants during
exterior blasts (ASCE 1997). To the extent that nonfrangible
glass isolates a building’s interior from blast shock waves, it can
also reduce damage to interior framing elements (e.g., supported
floor slabs could be made to be less likely to fail due to uplift
forces) for exterior blasts.

C1.5 CLASSIFICATION OF BUILDINGS AND OTHER
STRUCTURES

C1.5.1 Risk Categorization. In the 2010 edition of this
standard, a new Table 1.5-2 was added that consolidates the
various importance factors specified for the several type of loads
throughout the standard in one location. This change was made to
facilitate the process of finding values of these factors.
Simultaneously with this addition, the importance factors for
wind loads were deleted as changes to the new wind hazard maps
adopted by the standard incorporated consideration of less
probable design winds for structures assigned to higher Risk
Categories, negating the need for separate importance factors.
Further commentary on this issue may be found in the
commentary to Chapter 26.
The Risk Categories in Table 1.5-1 are used to relate the

criteria for maximum environmental loads or distortions speci-
fied in this standard to the consequence of the loads being
exceeded for the structure and its occupants. For many years,
this standard used the term “Occupancy Category,” as have the
building codes. However, the term “occupancy” as used by the
building codes relates primarily to issues associated with fire and
Life Safety protection, as opposed to the risks associated with
structural failure. The term Risk Category was adopted in place
of the older Occupancy Category in the 2010 edition of the
standard to distinguish between these two considerations. The
Risk Category numbering is unchanged from that in the previous
editions of the standard (ASCE 7-98, -02, and -05), but the
criteria for selecting a category have been generalized with
regard to structure and occupancy descriptions. The reason for
this generalization is that the acceptable risk for a building or
structure is an issue of public policy, rather than purely a
technical one. Model building codes such as the International
Building Code (ICC 2009) and NFPA-5000 (NFPA 2006)
contain prescriptive lists of building types by Occupancy Cate-
gory. Individual communities can alter these lists when they
adopt local codes based on the model code, and individual
owners or operators can elect to design individual buildings to
higher Occupancy Categories based on personal risk manage-
ment decisions. Classification continues to reflect a progression
of the anticipated seriousness of the consequence of failure from
lowest risk to human life (Risk Category I) to the highest (Risk
Category IV). Elimination of the specific examples of buildings
that fall into each category has the benefit that it eliminates the
potential for conflict between the standard and locally adopted
codes and also provides individual communities and develop-
ment teams the flexibility to interpret acceptable risk for individ-
ual projects.
Historically, the building codes and the standard have used a

variety of factors to determine the Occupancy Category of a
building. These factors include the total number of persons who
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would be at risk were failure to occur, the total number of persons
present in a single room or occupied area, the mobility of the
occupants and their ability to cope with dangerous situations, the
potential for release of toxic materials, and the loss of services
vital to the welfare of the community.

Risk Category I structures generally encompass buildings and
structures that normally are unoccupied and that would result in
negligible risk to the public should they fail. Structures typically
classified in this category have included barns, storage shelters,
gatehouses, and similar small structures. Risk Category II
includes the vast majority of structures, including most residen-
tial, commercial, and industrial buildings and has historically
been designated as containing all those buildings and structures
not specifically classified as conforming to another category.

Risk Category III includes buildings and structures that house
a large number of persons in one place, such as theaters, lecture
halls, and similar assembly uses and buildings with persons
having limited mobility or ability to escape to a safe haven in
the event of failure, including elementary schools, prisons, and
small health-care facilities. This category has also included
structures associated with utilities required to protect the health
and safety of a community, including power-generating stations
and water-treatment and sewage-treatment plants. It has also
included structures housing hazardous substances, such as explo-
sives or toxins, which if released in quantity could endanger the
surrounding community, such as structures in petrochemical
process facilities containing large quantities of H2S or ammonia.

Failures of power plants that supply electricity on the
national grid can cause substantial economic losses and dis-
ruption to civilian life when their failures can trigger other
plants to go offline in succession. The result can be massive
and potentially extended power outage, shortage, or both that
lead to huge economic losses because of idled industries and a
serious disruption of civilian life because of inoperable sub-
ways, road traffic signals, and so forth. One such event
occurred in parts of Canada and the northeastern United States
in August 2003.

Failures of water- and sewage-treatment facilities can cause
disruption to civilian life because these failures can cause large-
scale (but mostly non-life-threatening) public health risks caused
by the inability to treat sewage and to provide drinking water.

Failures of major telecommunication centers can cause dis-
ruption to civilian life by depriving users of access to important
emergency information (using radio, television, and phone com-
munication) and by causing substantial economic losses associ-
ated with widespread interruption of business.

Risk Category IV has traditionally included structures the
failure of which would inhibit the availability of essential
community services necessary to cope with an emergency situa-
tion. Buildings and structures typically grouped in Risk Category
IV include hospitals, police stations, fire stations, emergency
communication centers, and similar uses.

Ancillary structures required for the operation of Risk Cate-
gory IV facilities during an emergency also are included in this
Risk Category. When deciding whether an ancillary structure or a
structure that supports such functions as fire suppression is in
Risk Category IV, the design professional must decide whether
failure of the subject structure will adversely affect the essential
function of the facility. In addition to essential facilities, build-
ings and other structures containing extremely hazardous mate-
rials have been added to Risk Category IV to recognize the
potentially devastating effect a release of extremely hazardous
materials may have on a population.

The criteria that have historically been used to assign individ-
ual buildings and structures to Occupancy Categories have not

been consistent and sometimes have been based on considera-
tions that are more appropriate to fire and Life Safety than to
structural failure. For example, university buildings housing
more than a few hundred students have been placed into a higher
Risk Category than office buildings housing the same number of
persons.

A rational basis should be used to determine the Risk Category
for structural design, which is primarily based on the number of
persons whose lives would be endangered or whose welfare
would be affected in the event of failure. Fig. C1.5-1 illustrates
this concept.

“Lives at risk” pertains to the number of people at serious risk
of life loss given a structural failure. The Risk Category classifi-
cation is not the same as the building code occupancy capacity,
which is mostly based on risk to life from fire. The lives at risk
from a structural failure include persons who may be outside the
structure in question who are nonetheless put at serious risk by
failure of the structure. From this concept, emergency recovery
facilities that serve large populations, even though the structure
might shelter relatively few people, are moved into the higher
Risk Categories.

When determining the population at risk, consideration should
also be given to longer term risks to life than those created during
a structural failure. The failure of some buildings and structures,
or their inability to function after a severe storm, earthquake, or
other disaster, can have far-reaching impact. For example, loss of
functionality in one or more fire stations could inhibit the ability
of a fire department to extinguish fires, allowing fires to spread
and placing many more people at risk. Similarly, the loss of
function of a hospital could prevent the treatment of many
patients over a period of months.

In Chapters 7, 10, and 11, importance factors are presented for
the four Risk Categories identified. The specific importance
factors differ according to the statistical characteristics of the
environmental loads and the manner in which the structure
responds to the loads. The principle of requiring more stringent
loading criteria for situations in which the consequence of failure
may be severe has been recognized in previous versions of this
standard by the specification of mean recurrence interval maps
for wind speed and ground snow load.

This section now recognizes that there may be situations when
it is acceptable to assign multiple Risk Categories to a structure
based on use and the type of load condition being evaluated. For
instance, there are circumstances when a structure should appro-
priately be designed for wind loads with importance factors
greater than one, but would be penalized unnecessarily if
designed for seismic loads with importance factors greater than

FIGURE C1.5-1 Approximate Relationship between Number of
Lives Placed at Risk by a Failure and Occupancy Category
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one. An example would be a hurricane shelter in a low seismic
area. The structure would be classified in Risk Category IV for
wind design and in Risk Category II for seismic design.

C1.5.3 Toxic, Highly Toxic, and Explosive Substances. A
common method of categorizing structures storing toxic, highly
toxic, or explosive substances is by the use of a table of exempt
amounts of these materials (EPA 1999b; International Code
Council 2000). These references and others are sources of
guidance on the identification of materials of these general
classifications. A drawback to the use of tables of exempt
amounts is the fact that the method cannot handle the
interaction of multiple materials. Two materials may be exempt
because neither poses a risk to the public by themselves but may
form a deadly combination if combined in a release. Therefore,
an alternate and superior method of evaluating the risk to the
public of a release of amaterial is by a hazard assessment as part of
an overall risk management plan (RMP).
Buildings and other structures containing toxic, highly toxic,

or explosive substances may be classified as Risk Category II
structures if it can be demonstrated that the risk to the public from
a release of these materials is minimal. Companies that operate
industrial facilities typically perform hazard and operability
(HAZOP) studies, conduct quantitative risk assessments, and
develop risk management and emergency response plans. Federal
regulations and local laws mandate many of these studies and
plans (EPA 1999a). Additionally, many industrial facilities are
located in areas remote from the public and have restricted
access, which further reduces the risk to the public.
The intent of Section 1.5.2 is for the RMP and the facility’s

design features that are critical to the effective implementation of
the RMP to be maintained for the life of the facility. The RMP and
its associated critical design features must be reviewed on a regular
basis to ensure that the actual condition of the facility is consistent
with the plan. The RMP also should be reviewed whenever
consideration is given to the alteration of facility features that are
critical to the effective implementation of the RMP.
The RMP generally deals with mitigating the risk to the

general public. Risk to individuals outside the facility storing
toxic, highly toxic, or explosive substances is emphasized be-
cause plant personnel are not placed at as high a risk as the
general public because of the plant personnel’s training in the
handling of toxic, highly toxic, or explosive substances and
because of the safety procedures implemented inside the facili-
ties. When these elements (trained personnel and safety proce-
dures) are not present in a facility, then the RMP must mitigate
the risk to the plant personnel in the same manner as it mitigates
the risk to the general public.
As a result of the prevention program portion of an RMP,

buildings and other structures normally falling into Risk Cate-
gory III may be classified into Risk Category II if means
(e.g., secondary containment) are provided to contain the toxic,
highly toxic, or explosive substances in the case of a release. To
qualify, secondary containment systems must be designed,
installed, and operated to prevent migration of harmful quantities
of toxic, highly toxic, or explosive substances out of the system
to the air, soil, groundwater, or surface water at any time during
the use of the structure. This requirement is not to be construed as
requiring a secondary containment system to prevent a release of
any toxic, highly toxic, or explosive substance into the air. By
recognizing that secondary containment shall not allow releases
of “harmful” quantities of contaminants, this standard acknowl-
edges that there are substances that might contaminate ground-
water but do not produce a sufficient concentration of toxic,
highly toxic, or explosive substances during a vapor release to

constitute a health or safety risk to the public. Because it
represents the “last line of defense,” secondary containment does
not qualify for the reduced classification.
If the beneficial effect of secondary containment can be

negated by external forces, such as the overtopping of dike walls
by floodwaters or the loss of liquid containment of an earthen
dike because of excessive ground displacement during a seismic
event, then the buildings or other structures in question may not
be classified into Risk Category II. If the secondary containment
is to contain a flammable substance, then implementation of a
program of emergency response and preparedness combined
with an appropriate fire suppression system would be a prudent
action associated with a Risk Category II classification. In many
jurisdictions, such actions are required by local fire codes.
Also as the result of the prevention program portion of an

RMP, buildings and other structures containing toxic, highly
toxic, or explosive substances also could be classified as Risk
Category II for hurricane wind loads when mandatory procedures
are used to reduce the risk of release of toxic, highly toxic, or
explosive substances during and immediately after these predict-
able extreme loadings. Examples of such procedures include
draining hazardous fluids from a tank when a hurricane is
predicted or, conversely, filling a tank with fluid to increase its
buckling and overturning resistance. As appropriate to minimize
the risk of damage to structures containing toxic, highly toxic, or
explosive substances, mandatory procedures necessary for the
Risk Category II classification should include preventative mea-
sures, such as the removal of objects that might become airborne
missiles in the vicinity of the structure.
In previous editions of ASCE 7, the definitions of “hazardous”

and “extremely hazardous” materials were not provided. There-
fore, the determination of the distinction between hazardous and
extremely hazardous materials was left to the discretion of the
Authority Having Jurisdiction. The change to the use of the terms
“toxic” and “highly toxic” based on definitions from Federal law
(29 CFR 1910.1200 Appendix A with Amendments as of
February 1, 2000) has corrected this problem.
Because of the highly quantitative nature of the definitions for

toxic and highly toxic found in 29 CFR 1910.1200 Appendix A, the
General Provisions Task Committee felt that the definitions found
in federal law should be directly referenced instead of repeated in
the body of ASCE 7. The definitions found in 29 CFR 1910.1200
Appendix A are repeated in the following text for reference.
Highly Toxic. A chemical falling within any of the following

categories:

1. A chemical that has a median lethal dose [LD(50)] of 50 mg
or less per kilogram of body weight when administered
orally to albino rats weighing between 200 and 300 g each.

2. A chemical that has a median lethal dose [LD(50)] of
200 mg or less per kilogram of body weight when admin-
istered by continuous contact for 24 hr (or less if death
occurs within 24 hr) with the bare skin of albino rabbits
weighing between 2 and 3 kg each.

3. A chemical that has a median lethal concentration [LC(50)]
in air of 200 parts per million by volume or less of gas or
vapor, or 2 mg per liter or less of mist, fume, or dust, when
administered by continuous inhalation for 1 hr (or less if
death occurs within 1 hr) to albino rats weighing between
200 and 300 g each.

Toxic. A chemical falling within any of the following
categories:

1. A chemical that has a median lethal dose [LD(50)] of more
than 50 mg per kg, but not more than 500 mg per kg of
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body weight when administered orally to albino rats
weighing between 200 and 300 g each.

2. A chemical that has a median lethal dose [LD(50)] of more
than 200 mg per kilogram, but not more than 1,000 mg per
kilogram of body weight when administered by continuous
contact for 24 hr (or less if death occurs within 24 hr) with
the bare skin of albino rabbits weighing between 2 and 3 kg
each.

3. A chemical that has a median lethal concentration [LC
(50)] in air of more than 200 parts per million but not
more than 2,000 parts per million by volume of gas or
vapor, or more than 2 mg per liter but not more than
20 mg per liter of mist, fume, or dust, when administered
by continuous inhalation for 1 hr (or less if death occurs
within 1 hr) to albino rats weighing between 200 and
300 g each.

C1.7 LOAD TESTS

No specific method of test for completed construction has been
given in this standard because it may be found advisable to vary
the procedure according to conditions. Some codes require the
construction to sustain a superimposed load equal to a stated
multiple of the design load without evidence of serious damage.
Others specify that the superimposed load shall be equal to a
stated multiple of the live load plus a portion of the dead load.
Limits are set on maximum deflection under load and after
removal of the load. Recovery of at least three-quarters of the
maximum deflection, within 24 hr after the load is removed, is a
common requirement (ACI 2014).
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CHAPTER C2

COMBINATIONS OF LOADS

C2.1 GENERAL

Loads in this standard are intended for use with design specifica-
tions for conventional structural materials, including steel, con-
crete, masonry, and timber. Some of these specifications are
based on allowable stress design, whereas others use strength
(or limit states) design. In the case of allowable stress design,
design specifications define allowable stresses that may not be
exceeded by load effects caused by unfactored loads, that is,
allowable stresses contain a factor of safety. In strength design,
design specifications provide load factors and, in some instances,
resistance factors. Load factors given herein were developed
using a first-order probabilistic analysis and a broad survey of
the reliabilities inherent in contemporary design practice
(Ellingwood et al. 1982; Galambos et al. 1982). It is intended
that these load factors be used by all material-based design
specifications that adopt a strength design philosophy in
conjunction with nominal resistances and resistance factors
developed by individual materials-specification-writing groups.
Ellingwood et al. (1982) also provide guidelines for materials-
specification-writing groups to aid them in developing resistance
factors that are compatible, in terms of inherent reliability, with
load factors and statistical information specific to each structural
material.

The requirement to use either allowable stress design (ASD) or
load and resistance factor design (LRFD) dates back to the
introduction of load combinations for strength design (LRFD)
in the 1982 edition of the standard. An indiscriminate mix of the
LRFD and ASD methods may lead to unpredictable structural
system performance because the reliability analyses and code
calibrations leading to the LRFD load combinations were based
on member rather than system limit states. Registered design
professionals often design (or specify) cold-formed steel and
open web steel joists using ASD and, at the same time, design the
structural steel in the rest of the building or other structure using
LRFD. Foundations are also commonly designed using ASD,
although strength design is used for the remainder of the struc-
ture. Using different design standards for these types of elements
has not been shown to be a problem. This requirement is intended
to permit current industry practice while, at the same time, not
permitting LRFD and ASD to be mixed indiscriminately in the
design of a structural frame.

C2.2 SYMBOLS

Self-straining forces and effects can be caused by differential
settlement of foundations, creep, shrinkage or expansion in
concrete members after placement and similar effects that depend
on the material of construction and conditions of constraint, and
changes in temperature of members caused by environmental
conditions or operational activities during the service life of the

structure. See Section C1.3.3 for examples of when self-straining
forces and effects may develop.

C2.3 LOADCOMBINATIONSFORSTRENGTHDESIGN

C2.3.1 Basic Combinations. Unfactored loads to be used with
these load factors are the nominal loads of this standard. Load
factors are from Ellingwood et al. (1982), with the exception of
the load factor of 1.0 for E, based on the more recent NEHRP
research on seismic-resistant design (FEMA 2004), and for W ,
based on the wind speed maps at longer return periods for each
Risk Category. The basic idea of the load combination analysis is
that in addition to dead load, which is considered to be
permanent, one of the principal loads (previously referred to
as primary variable loads) takes on its maximum lifetime value
while the other loads assume “arbitrary point-in-time” values, the
latter being loads that would be measured at any instant of time
(Turkstra and Madsen 1980). This is consistent with the manner
in which loads actually combine in situations in which strength
limit states may be approached. However, nominal loads in this
standard are substantially in excess of the arbitrary point-in-time
values. To avoid having to specify both a maximum and an
arbitrary point-in-time value for each load type, some of the
specified load factors are less than unity in combinations 2
through 5. Load factors in Section 2.3.1 are based on a survey
of reliabilities inherent in existing design practice (Ellingwood
et al. 1982; Galambos et al. 1982).

In design where first-order analysis is permitted, superposition
of factored loads can be performed either before or after the
analysis. However, when a second-order analysis, which con-
siders the effects of structural deformation on member forces, is
used to design members and connections, the load factors must
be applied before the analysis. The second-order analysis can be
accomplished using a computer program with this capability for
frame effects and member effects or by amplifying the results of a
first-order analysis through the use of coefficients that amplify
the first-order moments for the effects of member deformations
or joint displacements. Since second-order effects are nonlinear,
the second-order analyses must be conducted under factored load
combinations (strength design) or load combinations amplified
by the factor of safety (allowable stress design). Second-order
effects in this context are the effects of loads acting on the
deformed configuration of a structure and include P–δ effects and
P–Δ effects.

Note that each of the principal loads, including the dead load,
is a random variable. The degree of variability in each load is
reflected in the associated load factor for the principal load; the
other load factors provide the companion values.

The principal loads in the load combinations are identified in
Table C2.3-1. The load factor on wind loads in combinations
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4 and 5 of Section 2.3.1 and on earthquake loads in combinations
6 and 7 of Section 2.3.6 were changed to 1.0 in previous editions
of ASCE 7 when the maps for design wind speed and design
seismic acceleration were modified to support a risk-consistent
design methodology, as described in Chapters 21 and 26.
Exception 2 permits the companion load S that appears in

combinations 2 and 4 to be the balanced snow load defined in
Sections 7.3 for flat roofs and 7.4 for sloped roofs. Drifting and
unbalanced snow loads, as principal loads, are covered by
combination 3.
Load combinations 5 and 7 apply specifically to the case in

which the structural actions due to lateral forces and gravity loads
counteract one another.
Load combination requirements in Section 2.3 apply only to

strength limit states. Serviceability limit states and associated
load factors are covered in Appendix C of this standard.
This standard historically has provided specific procedures for

determining magnitudes of dead, occupancy live, wind, snow,
and earthquake loads. Other loads not traditionally considered by
this standard may also require consideration in design. Some of
these loads may be important in certain material specifications
and are included in the load criteria to enable uniformity to be
achieved in the load criteria for different materials. However,
statistical data on these loads are limited or nonexistent, and the
same procedures used to obtain load factors and load combina-
tions in Section 2.3.1 cannot be applied at the present time.
Accordingly, load factors for fluid load (F) and lateral pressure
caused by soil and water in soil (H) have been chosen to yield
designs that would be similar to those obtained with existing
specifications, if appropriate adjustments consistent with the load
combinations in Section 2.3.1 were made to the resistance
factors. Further research is needed to develop more accurate
load factors.
Fluid load, F, defines structural actions in structural supports,

framework, or foundations of a storage tank, vessel, or similar
container caused by stored liquid products. The product in a
storage tank shares characteristics of both dead and live loads. It
is similar to a dead load in that its weight has a maximum
calculated value, and the magnitude of the actual load may have a
relatively small dispersion. However, it is not permanent: Emp-
tying and filling cause fluctuating forces in the structure, the
maximum load may be exceeded by overfilling, and densities of
stored products in a specific tank may vary.
Uncertainties in lateral forces from bulk materials, included in

H, are higher than those in fluids, particularly when dynamic
effects are introduced as the bulk material is set in motion by
filling or emptying operations. Accordingly, the load factor for
such loads is set equal to 1.6.
Where H acts as a resistance, a factor of 0.9 is suggested

if the passive resistance is computed with a conservative bias.

The intent is that soil resistance be computed for a deformation
limit appropriate for the structure being designed, not at the
ultimate passive resistance. Thus an at-rest lateral pressure, as
defined in the technical literature, would be conservative enough.
Higher resistances than at-rest lateral pressure are possible, given
appropriate soil conditions. Fully passive resistance would likely
not ever be appropriate because the deformations necessary in the
soil would likely be so large that the structure would be com-
promised. Furthermore, there is a great uncertainty in the nominal
value of passive resistance, which would also argue for a lower
factor on H should a conservative bias not be included.

C2.3.2 Load Combinations Including Flood Load. The
nominal flood load, Fa, is based on the 100-year flood
(Section 5.1). The recommended flood load factor of 2.0 in
V-Zones and Coastal A-Zones is based on a statistical analysis of
flood loads associated with hydrostatic pressures, pressures
caused by steady overland flow, and hydrodynamic pressures
caused by waves, as specified in Section 5.4.
The flood load criteria were derived from an analysis of

hurricane-generated storm tides produced along the United States
East and Gulf coasts (Mehta et al. 1998), where storm tide is
defined as the water level above mean sea level resulting from
wind-generated storm surge added to randomly phased astro-
nomical tides. Hurricane wind speeds and storm tides were
simulated at 11 coastal sites based on historical storm climatolo-
gy and on accepted wind speed and storm surge models. The
resulting wind speed and storm tide data were then used to define
probability distributions of wind loads and flood loads using
wind and flood load equations specified in Sections 5.3 and 5.4.
Load factors for these loads were then obtained using established
reliability methods (Ellingwood et al. 1982; Galambos et al.
1982) and achieve approximately the same level of reliability as
do combinations involving wind loads acting without floods. The
relatively high flood load factor stems from the high variability in
floods relative to other environmental loads. The presence of
2.0Fa in both combinations (4) and (6) in V-Zones and Coastal
A-Zones is the result of high stochastic dependence between
extreme wind and flood in hurricane-prone coastal zones. The
2.0Fa also applies in coastal areas subject to northeasters,
extratropical storms, or coastal storms other than hurricanes,
where a high correlation exists between extreme wind and flood.
Flood loads are unique in that they are initiated only after the

water level exceeds the local ground elevation. As a result, the
statistical characteristics of flood loads vary with ground eleva-
tion. The load factor 2.0 is based on calculations (including
hydrostatic, steady flow, and wave forces) with stillwater flood
depths ranging from approximately 4 to 9 ft (1.2–2.7 m)
(average stillwater flood depth of approximately 6 ft (1.8 m))
and applies to a wide variety of flood conditions. For lesser flood
depths, load factors exceed 2.0 because of the wide dispersion in
flood loads relative to the nominal flood load. As an example,
load factors appropriate to water depths slightly less than 4 ft
(1.2 m) equal 2.8 (Mehta et al. 1998). However, in such
circumstances, the flood load generally is small. Thus, the load
factor 2.0 is based on the recognition that flood loads of most
importance to structural design occur in situations where the
depth of flooding is greatest.

C2.3.3 Load Combinations Including Atmospheric Ice
Loads. Load combinations 2, 4, and 5 in Section 2.3.3 and
load combinations 2, 3, and 7 in Section 2.4.3 include the
simultaneous effects of snow loads as defined in Chapter 7
and atmospheric ice loads as defined in Chapter 10. Load
combinations 2 and 3 in Sections 2.3.3 and 2.4.3 introduce

Table C2.3-1 Principal Loads for Strength Design Load
Combinations

Load Combination Principal Load

1 1.4D D
2 1.2Dþ 1.6Lþ 0.5ðLr or S or RÞ L
3 1.2Dþ 1.6ðLr or S or RÞ þ ð1.0L or 0.5WÞ Lr or S or R
4 1.2Dþ 1.0W þ 1.0Lþ 0.5ðLr or S or RÞ W
5 0.9Dþ 1.0W W
6 1.2Dþ Ev þ Eh þ Lþ 0.2S E
7 0.9D − Ev þ Eh E
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the simultaneous effect of wind on the atmospheric ice. The ice
load, Di, and the wind load on the atmospheric ice, Wi, in
combination correspond to an event with approximately a
500-year mean recurrence interval (MRI). Accordingly, the
load factors on Wi and Di are set equal to 1.0 and 0.7 in
Sections 2.3.3 and 2.4.3, respectively. The 0.7 load factor on
Wi and Di in Section 2.4.3 aligns allowable stress design to have
reliabilities for atmospheric ice loads consistent with the
definition of wind and ice loads in Chapter 10 of this
standard, which is based on strength principles. The snow
loads defined in Chapter 7 are based on measurements of
frozen precipitation accumulated on the ground, which
includes snow, ice caused by freezing rain, and rain that falls
onto snow and later freezes. Thus the effects of freezing rain are
included in the snow loads for roofs, catwalks, and other surfaces
to which snow loads are normally applied. The atmospheric ice
loads defined in Chapter 10 are applied simultaneously to those
portions of the structure on which ice caused by freezing rain, in-
cloud icing, or snow accrete that are not subject to the snow loads
in Chapter 7. A trussed tower installed on the roof of a building is
one example. The snow loads from Chapter 7 would be applied to
the roof with the atmospheric ice loads from Chapter 10 applied
to the trussed tower. Section 2.3.3 load combination 2
(1.2Dþ Lþ Di þWi þ 0.5S) or Section 2.4.3 load combina-
tion 2 (Dþ 0.7Di þ 0.7Wi þ S) are applicable. If a trussed
tower has working platforms, the snow loads would be
applied to the surface of the platforms, similar to a roof, with
the atmospheric ice loads applied to the tower. Section 2.3.3 load
combination 2 would reduce to 1.2Dþ Di for cases where the
live load, wind on ice load, and snow load are zero. Section 2.4.3
load combination 2 would similarly reduce to Dþ 0.7Di. If a
sign is mounted on a roof, the snow loads would be applied to the
roof and the atmospheric ice loads to the sign.

C2.3.4 Load Combinations Including Self-Straining Forces
and Effects. Self-straining forces and effects should be
calculated based on a realistic assessment of the most
probable values rather than the upper bound values of the
variables. The most probable value is the value that can be
expected at any arbitrary point in time.

When self-straining forces and effects are combined with dead
loads as the principal action, a load factor of 1.2 may be used.
However, when more than one variable load is considered and
self-straining forces and effects are considered as a companion
load, the load factor may be reduced if it is unlikely that the
principal and companion loads will attain their maximum values
at the same time. The load factor applied to T should not be taken
as less than a value of 1.0.

If only limited data are available to define the magnitude and
frequency distribution of the self-straining forces and effects,
then its value must be estimated conservatively. Estimating the
uncertainty in the self-straining forces and effects may be
complicated by variation of the material stiffness of the member
or structure under consideration.

When checking the capacity of a structure or structural element
to withstand the effects of self-straining forces and effects, the
following load combinations should be considered.

When using strength design:

1.2Dþ 1.2T þ 0.5L

1.2Dþ 1.6Lþ 1.0T

These combinations are not all-inclusive, and judgment is
necessary in some situations. For example, where roof live loads
or snow loads are significant and could conceivably occur

simultaneously with self-straining forces and effects, their effect
should be included. The design should be based on the load
combination causing the most unfavorable effect.

C2.3.5 Load Combinations for Nonspecified Loads.
Engineers may wish to develop load criteria for strength design
that are consistent with the requirements in this standard in some
situations where the standard provides no information on loads or
load combinations. They also may wish to consider loading criteria
for special situations, as required by the client in performance-based
engineering (PBE) applications in accordance with Section 1.3.1.3.
Groups responsible for strength design criteria for design of
structural systems and elements may wish to develop resistance
factors that are consistent with the standard. Such load criteria
should be developed using a standardized procedure to ensure that
the resulting factored design loads and load combinations will
lead to target reliabilities (or levels of performance) that can be
benchmarked against the common load criteria in Section 2.3.1.
Section 2.3.5 permits load combinations for strength design to be
developed through a standardized method that is consistent with the
methodology used to develop the basic combinations that appear in
Section 2.3.1.

The load combination requirements in Section 2.3.1 and the
resistance criteria for structural steel in AISC 360 (2016), for cold-
formed steel in AISI S100 (2016), for structural concrete in ACI
318 (2014), for structural aluminum in the Specification for
Aluminum Structures (Aluminum Association 2015), for engi-
neered wood construction in AWC NDS-2015 National Design
Specification for Wood Construction (2015), and for masonry in
TMS 402-16, Building Code Requirements and Specifications for
Masonry Structures and Companion Commentaries (2016), are
based on modern concepts of structural reliability theory. In
probability-based limit states design (PBLSD), the reliability is
measured by a reliability index, β, which is related (approximately)
to the limit state probability by Pf =Φð−βÞ. The approach taken in
PBLSD was to

1. Determine a set of reliability objectives or benchmarks,
expressed in terms of β, for a spectrum of traditional structural
member designs involving steel, reinforced concrete, engi-
neered wood, and masonry. Gravity load situations were
emphasized in this calibration exercise, but wind and earth-
quake loads were considered as well. A group of experts from
material specifications participated in assessing the results of
this calibration and selecting target reliabilities. The reliability
benchmarks so identified are not the same for all limit states;
if the failure mode is relatively ductile and consequences are
not serious, β tends to be in the range 2.5 to 3.0, whereas if the
failure mode is brittle and consequences are severe, β is 4.0 or
more.

2. Determine a set of load and resistance factors that best
meets the reliability objectives identified in (1) in an overall
sense, considering the scope of structures that might be
designed by this standard and the material specifications
and codes that reference it.

The load combination requirements appearing in Section 2.3.1
used this approach. They are based on a “principal action–
companion action” format, in which one load is taken at its
maximum value while other loads are taken at their point-in-time
values. Based on the comprehensive reliability analysis per-
formed to support their development, it was found that these
load factors are well approximated by

γQ = ðμQ=QnÞð1þ αQβVQÞ (C2.3-1)
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in which μQ is the mean load, Qn is the nominal load from other
chapters in this standard, VQ is the coefficient of variation in the
load, β is the reliability index, and αQ is a sensitivity coefficient
that is approximately equal to 0.8 when Q is a principal action
and 0.4 when Q is a companion action. This approximation is
valid for a broad range of common probability distributions used
to model structural loads. The load factor is an increasing
function of the bias in the estimation of the nominal load, the
variability in the load, and the target reliability index, as common
sense would dictate.
As an example, the load factors in combination 2 of Sec-

tion 2.3.1 are based on achieving a β of approximately 3.0 for a
ductile limit state with moderate consequences (e.g., formation of
first plastic hinge in a steel beam). For live load acting as a
principal action, μQ=Qn = 1.0 and VQ = 0.25; for live load
acting as a companion action, μQ=Qn ≈ 0.3 and VQ ≈ 0.6.
Substituting these statistics into Eq. (C2.3-1), γQ = 1.0½1þ
0.8ð3Þð0.25Þ�= 1.6 (principal action) and γQ = 0.3½1þ
0.4ð3Þð0.60Þ�= 0.52 (companion action). ASCE Standard 7-05
(2005) stipulates 1.60 and 0.50 for these live load factors in
combinations 2 and 3. If an engineer wished to design for a
limit state probability that is less than the standard case by a
factor of approximately 10, β would increase to approximately
3.7, and the principal live load factor would increase to
approximately 1.74.
Similarly, resistance factors that are consistent with the

aforementioned load factors are well approximated for most
materials by

ϕ= ðμR=RnÞ exp½−αRβVR� (C2.3-2)

in which μR = mean strength, Rn = code-specified strength, VR =
coefficient of variation in strength, and αR = sensitivity coeffi-
cient, equal approximately to 0.7. For the limit state of yielding
in an ASTM A992 (2011) steel tension member with specified
yield strength of 50 ksi (345 MPa), μR=Rn = 1.06 (under a static
rate of load) and VR = 0.09. Eq. (C2.3-2) then yields ϕ=
1.06 exp½−ð0.7Þð3.0Þð0.09Þ�= 0.88. The resistance factor for
yielding in tension in Section D of the AISC Specification
(2010) is 0.9. If a different performance objective were to require
that the target limit state probability be decreased by a factor of
10, then ϕ would decrease to 0.84, a reduction of about 7%.
Engineers wishing to compute alternative resistance factors for
engineered wood products and other structural components
where duration-of-load effects might be significant are advised
to review the reference materials provided by their professional
associations before using Eq. (C2.3-2).
There are two key issues that must be addressed to use

Eqs. (C2.3-1) and (C2.3-2): selection of reliability index, β, and
determination of the load and resistance statistics.
The reliability index controls the safety level, and its selection

should depend on the mode and consequences of failure. The
loads and load factors in this standard do not explicitly account
for higher reliability indices normally desired for brittle failure
mechanisms or more serious consequences of failure. Common
standards for design of structural materials often do account for
such differences in their resistance factors (for example, the
design of connections under AISC or the design of columns
under ACI). Tables 1.3-1 and 1.3-2 provide general guidelines
for selecting target reliabilities consistent with the extensive
calibration studies performed earlier to develop the load require-
ments in Section 2.3.1 and the resistance factors in the design
standards for structural materials. The reliability indices in those
earlier studies were determined for structural members based on a

service period of 50 years. System reliabilities are higher to a
degree that depends on structural redundancy and ductility. The
probabilities represent, in order of magnitude, the associated
annual member failure rates for those who would find this
information useful in selecting a reliability target.
The load requirements in Sections 2.3.1–2.3.3 are supported

by extensive peer-reviewed statistical databases, and the values
of mean and coefficient of variation, μQ=Qn and VQ, are well
established. This support may not exist for other loads that
traditionally have not been covered by this standard. Similarly,
the statistics used to determine μR=Rn and VR should be consis-
tent with the underlying material specification. When statistics
are based on small-batch test programs, all reasonable sources of
end-use variability should be incorporated in the sampling plan.
The engineer should document the basis for all statistics selected
in the analysis and submit the documentation for review by the
Authority Having Jurisdiction. Such documents should be made
part of the permanent design record.
The engineer is cautioned that load and resistance criteria

necessary to achieve a reliability-based performance objective
are coupled through the common term β in Eqs. (C2.3-1) and
(C2.3-2). Adjustments to the load factors without corresponding
adjustments to the resistance factors will lead to an unpredictable
change in structural performance and reliability.

C2.3.6 Basic Combinations with Seismic Load Effects. The
seismic load effect, E, is combined with the effects of other
loads. For strength design, the load combinations in Section 2.3.6
with E include the horizontal and vertical seismic load
effects of Sections 12.4.2.1 and 12.4.2.2, respectively.
Similarly, the basic load combinations for allowable stress
design in Section 2.4.8 with E include the same seismic load
effects.
The seismic load effect including overstrength factor, Em, is

combined with other loads. The purpose for load combinations
with overstrength factor is to approximate the maximum seismic
load combination for the design of critical elements, including
discontinuous systems, transfer beams and columns supporting
discontinuous systems, and collectors. The allowable stress
increase for load combinations with overstrength is to provide
compatibility with past practice.

C2.4 LOAD COMBINATIONS FOR ALLOWABLE
STRESS DESIGN

C2.4.1 Basic Combinations. The load combinations listed
cover those loads for which specific values are given in other
parts of this standard. Design should be based on the load
combination causing the most unfavorable effect. In some
cases, this may occur when one or more loads are not acting.
No safety factors have been applied to these loads because such
factors depend on the design philosophy adopted by the
particular material specification. The principal load, or
maximum variable load, in the load combinations is identified
in Table C2.4-1.
Wind and earthquake loads need not be assumed to act

simultaneously. However, the most unfavorable effects of each
should be considered separately in design, where appropriate.
In some instances, forces caused by wind might exceed those
caused by earthquake, and ductility requirements might be
determined by earthquake loads.
Load combinations (7) in Section 2.4.1 and (10) in Sec-

tion 2.4.5 address the situation in which the effects of lateral
or uplift forces counteract the effect of gravity loads. This action
eliminates an inconsistency in the treatment of counteracting
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loads in allowable stress design and strength design and empha-
sizes the importance of checking stability. The reliability of
structural components and systems in such a situation is deter-
mined mainly by the large variability in the destabilizing load
(Ellingwood and Li 2009), and the factor 0.6 on dead load is
necessary for maintaining comparable reliability between
strength design and allowable stress design. The earthquake load
effect is multiplied by 0.7 to align allowable stress design for
earthquake effects with the definition of E in Section 11.3 of this
standard, which is based on strength principles.

Most loads, other than dead loads, vary significantly with time.
When these variable loads are combined with dead loads, their
combined effect should be sufficient to reduce the risk of
unsatisfactory performance to an acceptably low level. However,
when more than one variable load is considered, it is extremely
unlikely that they will all attain their maximum value at the same
time (Turkstra and Madsen 1980). Accordingly, some reduction
in the total of the combined load effects is appropriate. This
reduction is accomplished through the 0.75 load combination
factor. The 0.75 factor applies only to the variable loads because
the dead loads (or stresses caused by dead loads) do not vary
in time.

Some material design standards that permit a one-third in-
crease in allowable stress for certain load combinations have
justified that increase by this same concept. Where that is the
case, simultaneous use of both the one-third increase in allowable
stress and the 25% reduction in combined loads is unsafe and is
not permitted. In contrast, allowable stress increases that are
based upon duration of load or loading rate effects, which are
independent concepts, may be combined with the reduction
factor for combining multiple variable loads. In such cases, the
increase is applied to the total stress, that is, the stress resulting
from the combination of all loads.

In addition, certain material design standards permit a one-
third increase in allowable stress for load combinations with one
variable load where that variable is earthquake load. This stan-
dard handles allowable stress design for earthquake loads in a
fashion to give results comparable to the strength design basis for
earthquake loads as defined in Chapter 12 of this standard.

Exception (1) permits the companion load S appearing in
combinations (4) and (6) to be the balanced snow load defined
in Sections 7.3 for flat roofs and 7.4 for sloped roofs. Drifting and
unbalanced snow loads, as principal loads, are covered by
combination (3).

When wind forces act on a structure, the structural action
causing uplift at the structure–foundation interface is less than
would be computed from the peak lateral force because of area

averaging. Area averaging of wind forces occurs for all struc-
tures. In the method used to determine the wind forces
for enclosed structures, the area-averaging effect is already
taken into account in the data analysis leading to the pressure
coefficients Cp [or (GCp)]. However, in the design of tanks and
other industrial structures, the wind force coefficients, Cf , pro-
vided in the standard do not account for area averaging. For
this reason, exception 2 permits the wind interface to be reduced
by 10% in the design of nonbuilding structure foundations and to
self-anchored ground-supported tanks. For different reasons, a
similar approach is already provided for seismic actions in
Section 2.4.1, Exception 2.

Exception 2 in Section 2.4.5 for special reinforced masonry
walls is based upon the combination of three factors that yield a
conservative design for overturning resistance under the seismic
load combination:

1. The basic allowable stress for reinforcing steel is 40% of
the specified yield.

2. The minimum reinforcement required in the vertical direc-
tion provides a protection against the circumstance where
the dead and seismic loads result in a very small demand
for tension reinforcement.

3. The maximum reinforcement limit prevents compression
failure under overturning.

Of these, the low allowable stress in the reinforcing steel is the
most significant. This exception should be deleted when and if
the standard for design of masonry structures substantially
increases the allowable stress in tension reinforcement.

C2.4.2 Load Combinations Including Flood Load. See
Section C2.3.2. The multiplier on Fa aligns allowable stress
design for flood load with strength design.

C2.4.3 Load Combinations Including Atmospheric Ice
Loads. See Section C2.3.3.

C2.4.4 Load Combinations Including Self-Straining Forces
and Effects. When using allowable stress design, determination
of how self-straining forces and effects should be considered
together with other loads should be based on the considerations
discussed in Section C2.3.4. For typical situations, the following
load combinations should be considered for evaluating the effects
of self-straining forces and effects together with dead and live
loads.

1.0Dþ 1.0T

1.0Dþ 0.75ðLþ TÞ

These combinations are not all-inclusive, and judgment is
necessary in some situations. For example, where roof live loads
or snow loads are significant and could conceivably occur
simultaneously with self-straining forces, their effect should be
included. The design should be based on the load combination
causing the most unfavorable effect.

C2.5 LOAD COMBINATIONS FOR EXTRAORDINARY
EVENTS

Section 2.5 advises the structural engineer that certain
circumstances might require structures to be checked for low-
probability events such as fire, explosions, and vehicular impact.
Since the 1995 edition of ASCE Standard 7, Commentary C2.5
has provided a set of load combinations that were derived using a

Table C2.4-1. Principal Loads for Allowable Stress Design Load
Combinations

Load Combination Principal Load

1 D D
2 Dþ L L
3 Dþ ðLr or S or RÞ Lr or S or R
4 Dþ 0.75Lþ 0.75ðLr or S or RÞ L
5 Dþ 0.6W W
6 Dþ 0.75Lþ 0.75ð0.6WÞ þ 0.75ðLr or S or RÞ W
7 0.6Dþ 0.6W W
8 Dþ 0.7Ev þ 0.7Emh E
9 Dþ 0.525Ev þ 0.525Emh þ 0.75Lþ 0.75S E
10 0.6D − 0.7Ev þ 0.7Emh E
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probabilistic basis similar to that used to develop the load
combination requirements for ordinary loads in Section 2.3. In
recent years, social and political events have led to an increasing
desire on the part of architects, structural engineers, project
developers, and regulatory authorities to enhance design and
construction practices for certain buildings to provide additional
structural robustness and to lessen the likelihood of dispropor-
tionate collapse if an abnormal event were to occur. Several
federal, state, and local agencies have adopted policies that
require new buildings and structures to be constructed with such
enhancements of structural robustness (GSA 2003; DOD 2009).
Robustness typically is assessed by notional removal of key
load-bearing structural elements, followed by a structural analy-
sis to assess the ability of the structure to bridge over the damage
(often denoted alternative path analysis). Concurrently, advances
in structural engineering for fire conditions (e.g., AISC 2010,
Appendix 4) raise the prospect that new structural design
requirements for fire safety will supplement the existing
deemed-to-satisfy provisions in the next several years. To meet
these needs, the load combinations for extraordinary events were
moved in ASCE 7-10 (ASCE 2010) to Section 2.5 of this
standard from Commentary C2.5, where they appeared in
previous editions.
These provisions are not intended to supplant traditional

approaches to ensure fire endurance based on standardized
time–temperature curves and code-specified endurance times.
Current code-specified endurance times are based on the ASTM
E119 (2014) time–temperature curve under full allowable design
load.
Extraordinary events arise from service or environmental

conditions that traditionally are not considered explicitly in
design of ordinary buildings and other structures. Such events
are characterized by a low probability of occurrence and usually a
short duration. Few buildings are ever exposed to such events,
and statistical data to describe their magnitude and structural
effects are rarely available. Included in the category of extraor-
dinary events would be fire, explosions of volatile liquids or
natural gas in building service systems, sabotage, vehicular
impact, misuse by building occupants, subsidence (not settle-
ment) of subsoil, and tornadoes. The occurrence of any of these
events is likely to lead to structural damage or failure. If the
structure is not properly designed and detailed, this local failure
may initiate a chain reaction of failures that propagates through-
out a major portion of the structure and leads to a potentially
catastrophic partial or total collapse. Although all buildings are
susceptible to such collapses in varying degrees, construction
that lacks inherent continuity and ductility is particularly vulner-
able (Taylor 1975; Breen and Siess 1979; Carper and Smilowitz
2006; Nair 2006; NIST 2007).
Good design practice requires that structures be robust and that

their safety and performance not be sensitive to uncertainties in
loads, environmental influences, and other situations not explic-
itly considered in design. The structural system should be
designed in such a way that if an extraordinary event occurs,
the probability of damage disproportionate to the original event is
sufficiently small (Carper and Smilowitz 2006; NIST 2007). The
philosophy of designing to limit the spread of damage rather than
to prevent damage entirely is different from the traditional
approach to designing to withstand dead, live, snow, and wind
loads but is similar to the philosophy adopted in modern earth-
quake-resistant design.
In general, structural systems should be designed with suffi-

cient continuity and ductility that alternate load paths can
develop after individual member failure so that failure of the
structure as a whole does not ensue. At a simple level, continuity

can be achieved by requiring development of a minimum tie force,
say 20 kN=m (1.37 kip=ft) between structural elements (NIST
2007). Member failures may be controlled by protective measures
that ensure that no essential load-bearing member is made inef-
fective as a result of an accident, although this approach may be
more difficult to implement. Where member failure would inevi-
tably result in a disproportionate collapse, the member should be
designed for a higher degree of reliability (NIST 2007).
Design limit states include loss of equilibrium as a rigid body,

large deformations leading to significant second-order effects,
yielding or rupture of members or connections, formation of a
mechanism, and instability of members or the structure as a
whole. These limit states are the same as those considered for
other load events, but the load-resisting mechanisms in a dam-
aged structure may be different, and sources of load-carrying
capacity that normally would not be considered in ordinary
ultimate limit states design, such as arch, membrane, or catenary
action, may be included. The use of elastic analysis under-
estimates the load-carrying capacity of the structure (Marjanish-
vili and Agnew 2006). Materially or geometrically nonlinear or
plastic analyses may be used, depending on the response of the
structure to the actions.
Specific design provisions to control the effect of extra-

ordinary loads and risk of progressive failure are developed
with a probabilistic basis (Ellingwood and Leyendecker 1978;
Ellingwood and Corotis 1991; Ellingwood and Dusenberry
2005). One can either reduce the likelihood of the extraordinary
event or design the structure to withstand or absorb damage from
the event if it occurs. Let F be the event of failure (damage or
collapse) and A be the event that a structurally damaging event
occurs. The probability of failure due to event A is

Pf =PðFjAÞPðAÞ (C2.5-1)

in which PðFjAÞ is the conditional probability of failure of a
damaged structure and PðAÞ is the probability of occurrence of
event A. The separation of PðFjAÞ and PðAÞ allows one to focus
on strategies for reducing risk. PðAÞ depends on siting, control-
ling the use of hazardous substances, limiting access, and other
actions that are essentially independent of structural design. In
contrast, PðFjAÞ depends on structural design measures ranging
from minimum provisions for continuity to a complete post-
damage structural evaluation.
The probability, PðAÞ, depends on the specific hazard. Limited

data for severe fires, gas explosions, bomb explosions, and
vehicular collisions indicate that the event probability depends
on building size, measured in dwelling units or square footage,
and ranges from about 0.2 × 10−6=dwelling unit/year to about
8.0 × 10−6=dwelling unit/year (NIST 2007). Thus, the probabili-
ty that a building structure is affected may depend on the number
of dwelling units (or square footage) in the building. If one were
to set the conditional limit state probability, PðFjAÞ= 0.05–0.10,
however, the annual probability of structural failure from
Eq. (C2.5-1) would be less than 10−6, placing the risk in the
low-magnitude background along with risks from rare accidents
(Pate-Cornell 1994).
Design requirements corresponding to this desired PðFjAÞ can

be developed using first-order reliability analysis if the limit state
function describing structural behavior is available (Ellingwood
and Dusenberry 2005). The structural action (force or constrained
deformation) resulting from extraordinary event A used in design
is denoted Ak . Only limited data are available to define the
frequency distribution of the load (NIST 2007; Ellingwood and
Dusenberry 2005). The uncertainty in the load caused by the
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extraordinary event is encompassed in the selection of a conser-
vative Ak , and thus the load factor on Ak is set equal to 1.0, as is
done in the earthquake load combinations in Section 2.3. The
dead load is multiplied by the factor 0.9 if it has a stabilizing
effect; otherwise, the load factor is 1.2, as it is with the ordinary
combinations in Sections 2.3.1 and 2.3.6. Load factors less than
1.0 on the companion actions reflect the small probability of a
joint occurrence of the extraordinary load and the design live,
snow, or wind load. The companion actions 0.5L and 0.2S
correspond, approximately, to the mean of the yearly maximum
live and snow loads (Chalk and Corotis 1980; Ellingwood 1981).
The companion action in Eq. (2.5-1) includes only snow load
because the probability of a coincidence of Ak with Lr or R, which
have short durations in comparison with S, is negligible. A
similar set of load combinations for extraordinary events appears
in Eurocode 1 (2006).

The term 0.2W that previously appeared in these combinations
has been removed and has been replaced by a requirement to
check lateral stability. One approach for meeting this require-
ment, which is based on recommendations of the Structural
Stability Research Council (Galambos 1998), is to apply lateral
notional forces, Ni = 0.002ΣPi, at level i, in which ΣPi = gravity
force from Eq. (2.5-1) or (2.5-2) act at level i, in combination
with the loads stipulated in Eq. (2.5-1) or (2.5-2). Note that
Eq. (1.4-1) stipulates that when checking general structural
integrity, the lateral forces acting on an intact structure shall
equal 0.01Wx, where Wx is the dead load at level x.
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CHAPTER C3

DEAD LOADS, SOIL LOADS, AND HYDROSTATIC PRESSURE

C3.1 DEAD LOADS

C3.1.2 Weights of Materials and Constructions. To establish
uniform practice among designers, it is desirable to present a list
of materials generally used in building construction, together
with their proper weights. Many building codes prescribe the
minimum weights for only a few building materials, and in other
instances no guide whatsoever is furnished on this subject. In
some cases, the codes are drawn up so as to leave the question of
what weights to use to the discretion of the building official,
without providing any authoritative guide. This practice, as well
as the use of incomplete lists, has been subjected to much
criticism. The solution chosen has been to present, in this
commentary, an extended list that will be useful to designer
and official alike. However, special cases will unavoidably arise,
and authority is therefore granted in the standard for the building
official to deal with them.

For ease of computation, most values are given in terms of
pounds per square foot, psf (kilonewtons per square meter,
kN∕m2) of given thickness in Table C3.1-1a (Table C3.1-1b).
Pounds-per-cubic-foot, lb∕ft3 (kN∕m3), values, consistent with
the pounds-per-square foot psf (kilonewtons per square meter,
kN∕m2) values, are also presented in some cases in Table C3.1-2.
Some constructions for which a single figure is given actually
have a considerable range in weight. The average figure given is
suitable for general use, but when there is reason to suspect a
considerable deviation from this, the actual weight should be
determined.

Engineers, architects, and building owners are advised to
consider factors that result in differences between actual and
calculated loads.

Engineers and architects cannot be responsible for circum-
stances beyond their control. Experience has shown, however,
that conditions are encountered that, if not considered in design,
may reduce the future utility of a building or reduce its margin of
safety. Among them are

1. Dead loads. There have been numerous instances in which
the actual weights of members and construction materials
have exceeded the values used in design. Care is advised in
the use of tabular values. Also, allowances should be made
for such factors as the influence of formwork and support
deflections on the actual thickness of a concrete slab of
prescribed nominal thickness.

2. Future installations. Allowance should be made for the
weight of future wearing or protective surfaces where
there is a good possibility that such may be applied.
Special consideration should be given to the likely
types and position of partitions, as insufficient provi-
sion for partitioning may reduce the future utility of the
building.

Attention is directed also to the possibility of temporary
changes in the use of a building, as in the case of clearing a
dormitory for a dance or other recreational purpose.

C3.1.3 Weight of Fixed Service Equipment. Fixed service
equipment includes but is not limited to plumbing stacks and
risers; electrical feeders; heating, ventilating, and air conditioning
systems; and process equipment such as vessels, tanks, piping,
and cable trays. Both the empty weight of equipment and the
maximum weight of contents are treated as dead load.

Section 1.3.6 indicates that when resistance to overturning,
sliding, and uplift forces is provided by dead load, the dead load
shall be taken as the minimum dead load likely to be in place.
Therefore, liquid contents and movable trays shall not be used to
resist these forces unless they are the source of the forces. For
example, the liquid in a tank contributes to the seismic mass of
the tank and therefore can be used to resist the seismic uplift;
however, the weight of the liquid cannot be used to resist
overturning, sliding, or uplift from wind loads because the liquid
may not be present during the wind event.

C3.1.4 Vegetative and Landscaped Roofs. Landscaping
elements, such as soil, plants, and drainage layer materials,
and hardscaping elements, such as walkways, fences, and
walls, are intended to remain in place and are therefore
considered dead loads. While the weight of hardscaping
materials does not fluctuate, the weight of soil and drainage
layer materials used to support vegetative growth is subject to
significant variation because of its ability to absorb and retain
water. Where the weight is additive to other loads, the dead load
should be computed assuming full saturation of soil and drainage
layer materials. Where the weight acts to counteract uplift forces,
the dead load should be computed assuming dry unit weight of
the soil and dry drainage layer materials.

Vegetative and landscaped roof areas may be able to retain
more water than the condition where the soil and drainage layer
materials are fully saturated. The water may result from precipi-
tation or from irrigation of the vegetation. This additional amount
of water should be considered rain load in accordance with
Chapter 8 or snow load in accordance with Chapter 7 as
applicable.

C3.1.5 Solar Panels. This section clarifies that solar panel-
related loads, including ballasted systems that are not
permanently attached, shall be considered as dead loads for
all load combinations specified in Chapter 2.

C3.2 SOIL LOADS AND HYDROSTATIC PRESSURE

C3.2.1 Lateral Pressures. Table 3.2-1 includes high earth
pressures, 85 pcf (13.36 kN∕m2) or more, to show that certain
soils are poor backfill material. In addition, when walls are
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Table C3.1-1a Minimum Design Dead Loads (psf)a

Component Load (psf)

CEILINGS
Acoustical fiberboard 1
Gypsum board (per 1∕8-in. thickness) 0.55
Mechanical duct allowance 4
Plaster on tile or concrete 5
Plaster on wood lath 8
Suspended steel channel system 2
Suspended metal lath and cement plaster 15
Suspended metal lath and gypsum plaster 10
Wood furring suspension system 2.5
COVERINGS, ROOF, AND WALL
Asbestos-cement shingles 4
Asphalt shingles 2
Cement tile 16
Clay tile (for mortar add 10 psf)
Book tile, 2-in. 12
Book tile, 3-in. 20
Ludowici 10
Roman 12
Spanish 19

Composition:
Three-ply ready roofing 1
Four-ply felt and gravel 5.5
Five-ply felt and gravel 6

Copper or tin 1
Corrugated asbestos-cement roofing 4
Deck, metal, 20 gauge 2.5
Deck, metal, 18 gauge 3
Decking, 2-in. wood (Douglas fir) 5
Decking, 3-in. wood (Douglas fir) 8
Fiberboard, 1∕2-in. 0.75
Gypsum sheathing, 1∕2-in. 2
Insulation, roof boards (per inch thickness)
Cellular glass 0.7
Fibrous glass 1.1
Fiberboard 1.5
Perlite 0.8
Polystyrene foam 0.2
Urethane foam with skin 0.5

Plywood (per 1∕8-in. thickness) 0.4
Rigid insulation, 1∕2-in. 0.75
Skylight, metal frame, 3∕8-in. wire glass 8
Slate, 3∕16-in. 7
Slate, 1∕4-in. 10
Waterproofing membranes:
Bituminous, gravel-covered 5.5
Bituminous, smooth surface 1.5
Liquid applied 1
Single-ply, sheet 0.7

Wood sheathing (per inch thickness) 3
Wood shingles 3
FLOOR FILL
Cinder concrete, per inch 9
Lightweight concrete, per inch 8
Sand, per inch 8
Stone concrete, per inch 12
FLOORS AND FLOOR FINISHES
Asphalt block (2-in.), 1∕2-in. mortar 30
Cement finish (1-in.) on stone–concrete fill 32
Ceramic or quarry tile (3∕4-in.) on 1∕2-in. mortar bed 16
Ceramic or quarry tile (3∕4-in.) on 1-in. mortar bed 23
Concrete fill finish (per inch thickness) 12
Hardwood flooring, 7∕8-in. 4
Linoleum or asphalt tile, 1∕4-in. 1
Marble and mortar on stone–concrete fill 33

continues
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Table C3.1-1a (Continued )

Component Load (psf)

Slate (per mm thickness) 15
Solid flat tile on 1-in. mortar base 23
Subflooring, 3∕4-in. 3
Terrazzo (1-1∕2-in.) directly on slab 19
Terrazzo (1-in.) on stone–concrete fill 32
Terrazzo (1-in.), 2-in. stone concrete 32
Wood block (3-in.) on mastic, no fill 10
Wood block (3-in.) on 1∕2-in. mortar base 16
FLOORS, WOOD-JOIST (NO PLASTER)
DOUBLE WOOD FLOOR
Joint sizes (in.) 12-in. spacing (psf) 16-in. spacing (psf) 24-in. spacing (psf)
2 × 6 6 5 5
2 × 8 6 6 5
2 × 10 7 6 6
2 × 12 8 7 6

FRAME PARTITIONS
Movable steel partitions 4
Wood or steel studs, 1∕2-in. gypsum board each side 8
Wood studs, 2 × 4, unplastered 4
Wood studs, 2 × 4, plastered one side 12
Wood studs, 2 × 4, plastered two sides 20
FRAME WALLS
Exterior stud walls:
2 × 4@ 16-in., 5∕8-in. gypsum, insulated, 3∕8-in. siding 11
2 × 6@ 16-in., 5∕8-in. gypsum, insulated, 3∕8-in. siding 12

Exterior stud walls with brick veneer 48
Windows, glass, frame, and sash 8
Clay brick wythes:
4 in. 39
8 in. 79
12 in. 115
16 in. 155

Hollow concrete masonry unit wythes:
Wythe thickness (in inches) 4 6 8 10 12
Density of unit (105 pcf) with grout spacing as follows:
No grout 22 24 31 37 43
48 in. o.c. 29 38 47 55
40 in. o.c. 30 40 49 57
32 in. o.c. 32 42 52 61
24 in. o.c. 34 46 57 67
16 in. o.c. 40 53 66 79

Full grout 55 75 95 115
Density of unit (125 pcf) with grout spacing as follows:
No grout 26 28 36 44 50
48 in. o.c. 33 44 54 62
40 in. o.c. 34 45 56 65
32 in. o.c. 36 47 58 68
24 in. o.c. 39 51 63 75
16 in. o.c. 44 59 73 87

Full grout 59 81 102 123
Density of unit (135 pcf) with grout spacing as follows:
No grout 29 30 39 47 54
48 in. o.c. 36 47 57 66
40 in. o.c. 37 48 59 69
32 in. o.c. 38 50 62 72
24 in. o.c. 41 54 67 78
16 in. o.c. 46 61 76 90

Full grout 62 83 105 127
Solid concrete masonry unit wythes (incl. concrete brick):
Wythe thickness (in mm) 4 6 8 10 12
Density of unit (105 pcf) 32 51 69 87 105
Density of unit (125 pcf) 38 60 81 102 124
Density of unit (135 pcf) 41 64 87 110 133

aWeights of masonry include mortar but not plaster. For plaster, add 5 psf for each face plastered. Values given represent averages. In some cases, there is a
considerable range of weight for the same construction.
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Table C3.1-1b Minimum Design Dead Loads (kN∕m2)a

Component Load (kN∕m2)

CEILINGS
Acoustical fiberboard 0.05
Gypsum board (per mm thickness) 0.008
Mechanical duct allowance 0.19
Plaster on tile or concrete 0.24
Plaster on wood lath 0.38
Suspended steel channel system 0.10
Suspended metal lath and cement plaster 0.72
Suspended metal lath and gypsum plaster 0.48
Wood furring suspension system 0.12
COVERINGS, ROOF, AND WALL
Asbestos-cement shingles 0.19
Asphalt shingles 0.10
Cement tile 0.77
Clay tile (for mortar add 0.48 kN∕m2)
Book tile, 51 mm 0.57
Book tile, 76 mm 0.96
Ludowici 0.48
Roman 0.57
Spanish 0.91

Composition:
Three-ply ready roofing 0.05
Four-ply felt and gravel 0.26
Five-ply felt and gravel 0.29

Copper or tin 0.05
Corrugated asbestos-cement roofing 0.19
Deck, metal, 20 gauge 0.12
Deck, metal, 18 gauge 0.14
Decking, 51-mm wood (Douglas fir) 0.24
Decking, 76-mm wood (Douglas fir) 0.38
Fiberboard, 13 mm 0.04
Gypsum sheathing, 13 mm 0.10
Insulation, roof boards (per mm thickness)
Cellular glass 0.0013
Fibrous glass 0.0021
Fiberboard 0.0028
Perlite 0.0015
Polystyrene foam 0.0004
Urethane foam with skin 0.0009

Plywood (per mm thickness) 0.006
Rigid insulation, 13 mm 0.04
Skylight, metal frame, 10-mm wire glass 0.38
Slate, 5 mm 0.34
Slate, 6 mm 0.48
Waterproofing membranes:
Bituminous, gravel-covered 0.26
Bituminous, smooth surface 0.07
Liquid applied 0.05
Single-ply, sheet 0.03

Wood sheathing (per mm thickness)
Plywood 0.0057
Oriented strand board 0.0062

Wood shingles 0.14
FLOOR FILL
Cinder concrete, per mm 0.017
Lightweight concrete, per mm 0.015
Sand, per mm 0.015
Stone concrete, per mm 0.023
FLOORS AND FLOOR FINISHES
Asphalt block (51 mm), 13-mm mortar 1.44
Cement finish (25 mm) on stone–concrete fill 1.53
Ceramic or quarry tile (19 mm) on 13-mm mortar bed 0.77
Ceramic or quarry tile (19 mm) on 25-mm mortar bed 1.10

continues
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Table C3.1-1b (Continued )

Component Load (kN∕m2)

Concrete fill finish (per mm thickness) 0.023
Hardwood flooring, 22 mm 0.19
Linoleum or asphalt tile, 6 mm 0.05
Marble and mortar on stone–concrete fill 1.58
Slate (per mm thickness) 0.028
Solid flat tile on 25-mm mortar base 1.10
Subflooring, 19 mm 0.14
Terrazzo (38 mm) directly on slab 0.91
Terrazzo (25 mm) on stone–concrete fill 1.53
Terrazzo (25 mm), 51-mm stone concrete 1.53
Wood block (76 mm) on mastic, no fill 0.48
Wood block (76 mm) on 13-mm mortar base 0.77
FLOORS, WOOD-JOIST (NO PLASTER)
DOUBLE WOOD FLOOR
Joint sizes (mm): 305-mm spacing

(kN∕m2)
406-mm spacing

(kN∕m2)
610-mm spacing

(kN∕m2)
51 × 152 0.29 0.24 0.24
51 × 203 0.29 0.29 0.24
51 × 254 0.34 0.29 0.29
51 × 305 0.38 0.34 0.29

FRAME PARTITIONS
Movable steel partitions 0.19
Wood or steel studs, 13-mm gypsum board each side 0.38
Wood studs, 51 × 102, unplastered 0.19
Wood studs, 51 × 102, plastered one side 0.57
Wood studs, 51 × 102, plastered two sides 0.96
FRAME WALLS
Exterior stud walls:
51 mm × 102 mm@406 mm, 16-mm gypsum, insulated, 10-mm siding 0.53
51 mm × 152 mm@406 mm, 16-mm gypsum, insulated, 10-mm siding 0.57

Exterior stud walls with brick veneer 2.30
Windows, glass, frame, and sash 0.38
Clay brick wythes:
102 mm 1.87
203 mm 3.78
305 mm 5.51
406 mm 7.42

Hollow concrete masonry unit wythes:
Wythe thickness (in mm) 102 152 203 254 305
Density of unit (16.49 kN∕m3) with grout spacing as follows:
No grout 1.05 1.29 1.68 2.01 2.35
1,219 mm 1.48 1.92 2.35 2.78
1,016 mm 1.58 2.06 2.54 3.02
813 mm 1.63 2.15 2.68 3.16
610 mm 1.77 2.35 2.92 3.45
406 mm 2.01 2.68 3.35 4.02
Full grout 2.73 3.69 4.69 5.70

Density of unit (19.64 kN∕m3) with grout spacing as follows:
No grout 1.25 1.34 1.72 2.11 2.39
1,219 mm 1.58 2.11 2.59 2.97
1,016 mm 1.63 2.15 2.68 3.11
813 mm 1.72 2.25 2.78 3.26
610 mm 1.87 2.44 3.02 3.59
406 mm 2.11 2.78 3.50 4.17
Full grout 2.82 3.88 4.88 5.89

Density of unit (21.21 kN∕m3) with grout spacing as follows:
No grout 1.39 1.68 2.15 2.59 3.02
1,219 mm 1.70 2.39 2.92 3.45
1,016 mm 1.72 2.54 3.11 3.69
813 mm 1.82 2.63 3.26 3.83
610 mm 1.96 2.82 3.50 4.12
406 mm 2.25 3.16 3.93 4.69
Full grout 3.06 4.17 5.27 6.37

continues
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Table C3.1-1b (Continued )

Component Load (kN∕m2)

Solid concrete masonry unit
Wythe thickness (in mm) 102 152 203 254 305
Density of unit
(16.49 kN∕m3)

1.53 2.35 3.21 4.02 4.88

Density of unit
(19.64 kN∕m3)

1.82 2.82 3.78 4.79 5.79

Density of unit
(21.21 kN∕m3)

1.96 3.02 4.12 5.17 6.27

aWeights of masonry include mortar but not plaster. For plaster, add 0.24 kN∕m3 for each face plastered. Values given represent averages. In some cases, there is a
considerable range of weight for the same construction.

Table C3.1-2 Minimum Densities for Design Loads from Materials

Material Density (lb∕ft3) Density (kN∕m3)

Aluminum 170 27
Bituminous products
Asphaltum 81 12.7
Graphite 135 21.2
Paraffin 56 8.8
Petroleum, crude 55 8.6
Petroleum, refined 50 7.9
Petroleum, benzine 46 7.2
Petroleum, gasoline 42 6.6
Pitch 69 10.8
Tar 75 11.8

Brass 526 82.6
Bronze 552 86.7
Cast-stone masonry (cement, stone,
sand)

144 22.6

Cement, Portland, loose 90 14.1
Ceramic tile 150 23.6
Charcoal 12 1.9
Cinder fill 57 9.0
Cinders, dry, in bulk 45 7.1
Coal
Anthracite, piled 52 8.2
Bituminous, piled 47 7.4
Lignite, piled 47 7.4
Peat, dry, piled 23 3.6

Concrete, plain
Cinder 108 17.0
Expanded-slag aggregate 100 15.7
Haydite (burned-clay aggregate) 90 14.1
Slag 132 20.7
Stone (including gravel) 144 22.6

Vermiculite and perlite aggregate,
nonload-bearing

25–50 3.9–7.9

Other light aggregate, load-bearing 70–105 11.0–16.5
Concrete, reinforced
Cinder 111 17.4
Slag 138 21.7
Stone (including gravel) 150 23.6

Copper 556 87.3
Cork, compressed 14 2.2
Earth (not submerged)
Clay, dry 63 9.9
Clay, damp 110 17.3
Clay and gravel, dry 100 15.7
Silt, moist, loose 78 12.3

continues

Table C3.1-2 (Continued )

Material Density (lb∕ft3) Density (kN∕m3)

Silt, moist, packed 96 15.1
Silt, flowing 108 17.0
Sand and gravel, dry, loose 100 15.7
Sand and gravel, dry, packed 110 17.3
Sand and gravel, wet 120 18.9

Earth (submerged)
Clay 80 12.6
Soil 70 11.0
River mud 90 14.1
Sand or gravel 60 9.4
Sand or gravel and clay 65 10.2

Glass 160 25.1
Gravel, dry 104 16.3
Gypsum, loose 70 11.0
Gypsum, wallboard 50 7.9
Ice 57 9.0
Iron
Cast 450 70.7
Wrought 480 75.4

Lead 710 111.5
Lime
Hydrated, loose 32 5.0
Hydrated, compacted 45 7.1

Masonry, ashlar stone
Granite 165 25.9
Limestone, crystalline 165 25.9
Limestone, oolitic 135 21.2
Marble 173 27.2
Sandstone 144 22.6

Masonry, brick
Hard (low absorption) 130 20.4
Medium (medium absorption) 115 18.1
Soft (high absorption) 100 15.7

Masonry, concretea

Lightweight units 105 16.5
Medium weight units 125 19.6
Normal weight units 135 21.2

Masonry grout 140 22.0
Masonry, rubble stone
Granite 153 24.0
Limestone, crystalline 147 23.1
Limestone, oolitic 138 21.7
Marble 156 24.5
Sandstone 137 21.5

continues
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unyielding, the earth pressure is increased from active pressure
toward earth pressure at rest, resulting in 60 pcf (9.43 kN∕m3) for
granular soils and 100 pcf (15.71 kN∕m3) for silt and clay type
soils (Terzaghi and Peck 1967). Examples of light floor systems
supported on shallow basement walls mentioned in Table 3.2-1
are floor systems with wood joists and flooring and cold-formed
steel joists without a cast-in-place concrete floor attached.

Expansive soils exist in many regions of the United States and
may cause serious damage to basement walls unless special
design considerations are provided. Expansive soils should not
be used as backfill because they can exert very high pressures
against walls. Special soil testing is required to determine the
magnitude of these pressures. It is preferable to excavate expan-
sive soil and backfill with nonexpansive, freely draining sands or
gravels. The excavated back slope adjacent to the wall should be
no steeper than 45° from the horizontal to minimize the trans-
mission of swelling pressure from the expansive soil through the
new backfill. Other special details are recommended, such as a
cap of nonpervious soil on top of the backfill and provision of
foundation drains. Refer to current reference books on geotech-
nical engineering for guidance.

C3.2.2 Uplift Loads on Floors and Foundations. If expansive
soils are present under floors or footings, large pressures can be
exerted and must be resisted by special design. Alternatively, the
expansive soil can be removed and replaced with nonexpansive
material. A geotechnical engineer should make recommendations
in these situations.

REFERENCE

Terzaghi, K., and Peck, R. B. (1967). Soil mechanics in engineering practice,
2nd Ed., John Wiley & Sons, New York.

Table C3.1-2 (Continued )

Material Density (lb∕ft3) Density (kN∕m3)

Mortar, cement or lime 130 20.4
Particleboard 45 7.1
Plywood 36 5.7
Riprap (not submerged)
Limestone 83 13.0
Sandstone 90 14.1

Sand
Clean and dry 90 14.1
River, dry 106 16.7

Slag
Bank 70 11.0
Bank screenings 108 17.0
Machine 96 15.1
Sand 52 8.2

Slate 172 27.0
Steel, cold-drawn 492 77.3
Stone, quarried, piled
Basalt, granite, gneiss 96 15.1
Limestone, marble, quartz 95 14.9
Sandstone 82 12.9
Shale 92 14.5
Greenstone, hornblende 107 16.8

Terra cotta, architectural
Voids filled 120 18.9
Voids unfilled 72 11.3

Tin 459 72.1
Water
Fresh 62 9.7
Sea 64 10.1

Wood, seasoned
Ash, commercial white 41 6.4
Cypress, southern 34 5.3
Fir, Douglas, coast region 34 5.3
Hem fir 28 4.4
Oak, commercial reds and whites 47 7.4
Pine, southern yellow 37 5.8
Redwood 28 4.4
Spruce, red, white, and Sitka 29 4.5
Western hemlock 32 5.0

Zinc, rolled sheet 449 70.5

aTabulated values apply to solid masonry and to the solid portion of hollow
masonry.
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CHAPTER C4

LIVE LOADS

C4.3 UNIFORMLY DISTRIBUTED LIVE LOADS

C4.3.1 Required Live Loads. A selected list of loads for
occupancies and uses more commonly encountered is given in
Section 4.3.1, and the Authority Having Jurisdiction should
approve on occupancies not mentioned. Tables C4.3-1 and
C4.3-2 are offered as a guide in the exercise of such authority.

In selecting the occupancy and use for the design of a building
or a structure, the building owner should consider the possibility
of later changes of occupancy involving loads heavier than
originally contemplated. The lighter loading appropriate to the
first occupancy should not necessarily be selected. The building
owner should ensure that a live load greater than that for which a
floor or roof is approved by the Authority Having Jurisdiction is
not placed, or caused or permitted to be placed, on any floor or
roof of a building or other structure.

To solicit specific informed opinion regarding the design loads
in Table 4.3-1, a panel of 25 distinguished structural engineers
was selected. A Delphi (Corotis et al. 1981) was conducted with
this panel in which design values and supporting reasons were
requested for each occupancy type. The information was sum-
marized and recirculated back to the panel members for a second
round of responses. Those occupancies for which previous
design loads were reaffirmed and those for which there was
consensus for change were included.

It is well known that the floor loads measured in a live load
survey usually are well below present design values (Peir and
Cornell 1973; McGuire and Cornell 1974; Sentler 1975; Elling-
wood and Culver 1977). However, buildings must be designed to
resist the maximum loads they are likely to be subjected to during
some reference period T , frequently taken as 50 years.
Table C4.3-2 briefly summarizes how load survey data are
combined with a theoretical analysis of the load process for
some common occupancy types and illustrates how a design load
might be selected for an occupancy not specified in Table 4.3-1
(Chalk and Corotis 1980). The floor load normally present for the
intended functions of a given occupancy is referred to as the
sustained load. This load is modeled as constant until a change in
tenant or occupancy type occurs. A live load survey provides the
statistics of the sustained load. Table C4.3-2 gives the mean, ms,
and standard deviation, σs, for particular reference areas. In
addition to the sustained load, a building is likely to be subjected
to a number of relatively short-duration, high-intensity, extraor-
dinary, or transient loading events (caused by crowding in special
or emergency circumstances, concentrations during remodeling,
and the like). Limited survey information and theoretical con-
siderations lead to the means, mt, and standard deviations, σt, of
single transient loads shown in Table C4.3-2.

Combination of the sustained load and transient load process-
es, with due regard for the probabilities of occurrence, leads to
statistics of the maximum total load during a specified reference

period T . The statistics of the maximum total load depend on the
average duration of an individual tenancy, τ, the mean rate of
occurrence of the transient load, ve, and the reference period, T .
Mean values are given in Table C4.3-2. The mean of the
maximum load is similar, in most cases, to Table 4.3-1 values
of minimum uniformly distributed live loads and, in general, is a
suitable design value.

The 150-psf (7.18 kN∕m2) floor loading is also applicable to
typical file cabinet installations, provided that the 36-in. (0.92 m)
minimum aisle width is maintained. Five-drawer lateral or
conventional file cabinets, even with two levels of bookshelves
stacked above them, are unlikely to exceed the 150-psf
(7.18 kN∕m2) average floor loading unless all drawers and
shelves are filled to capacity with maximum density paper. Such
a condition is essentially an upper bound for which the normal
load factors and safety factors applied to the 150-psf
(7.18 kN∕m2) criterion should still provide a safe design.

If a library shelving installation does not fall within the
parameter limits that are specified in Section 4.13, then the design
should account for the actual conditions. For example, the floor
loading for storage of medical X-ray film may easily exceed
200 psf (9.58 kN∕m2), mainly because of the increased depth of
the shelves. Mobile library shelving that rolls on rails should also
be designed to meet the actual requirements of the specific
installation, which may easily exceed 300 psf (14.4 kN∕m2).
The rail support locations and deflection limits should be con-
sidered in the design, and the engineer should work closely with
the system manufacturer to provide a serviceable structure.

For the 2010 version of the standard, the provision in the live
load table for “Marquees”with its distributed load requirement of
75 psf (3.59 kN∕m2) was removed, along with “Roofs used for
promenade purposes” and its 60-psf (2.87 kN∕m2) loading. Both
“marquee” and “promenade” are considered archaic terms that
are not used elsewhere in the standard or in building codes, with
the exception of the listings in the live load tables. “Promenade
purposes” is essentially an assembly use and is more clearly
identified as such.

“Marquee” has not been defined in this standard but has been
defined in building codes as a roofed structure that projects into a
public right of way. However, the relationship between a struc-
ture and a right of way does not control loads that are applied to a
structure. The marquee should therefore be designed with all of
the loads appropriate for a roofed structure. If the arrangement of
the structure is such that it invites additional occupant loading
(e.g., there is window access that might invite loading for
spectators of a parade), balcony loading should be considered
for the design.

Balconies and decks are recognized as often having distinctly
different loading patterns than most interior rooms. They are
often subjected to concentrated live loads from people
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congregating along the edge of the structure (e.g., for viewing
vantage points). This loading condition is acknowledged in
Table 4.3-1 as an increase of the live load for the area served,
up to the point of satisfying the loading requirement for most
assembly occupancies. As always, the designer should be aware
of potential unusual loading patterns in the structure that are not
covered by these minimum standards.
The minimum live loads applicable to roofs with vegetative

and landscaped areas are dependent upon the use of the roof area.
The 20-psf (0.96 kN∕m2) live load for unoccupied areas is the

same load as for typical roof areas and is intended to represent the
loads caused by maintenance activities and small decorative
appurtenances. The 100-psf (4.79 kN∕m2) live load for roof
assembly areas is the same as prescribed for interior building
areas because the potential for a dense grouping of occupants is
similar. Other occupancies within green roof areas should have
the same minimum live load as specified in Table 4.3-1 for that
occupancy. Soil and walkways, fences, walls, and other hard-
scaping features are considered dead loads in accordance with
Section 3.1.4.

Table C4.3-1 Minimum Uniformly Distributed Live Loads

Occupancy or Use Live Load lb∕ft2 (kN∕m2) Occupancy or Use Live Load lb∕ft2 (kN∕m2)

Air conditioning (machine space) 200a (9.58) Laboratories, scientific 100 (4.79)
Amusement park structure 100a (4.79) Laundries 150a (7.18)
Attic, nonresidential Manufacturing, ice 300 (14.36)
Nonstorage 25 (1.20) Morgue 125 (6.00)
Storage 80a (3.83) Printing plants

Bakery 150 (7.18) Composing rooms 100 (4.79)
Boathouse, floors 100a (4.79) Linotype rooms 100 (4.79)
Boiler room, framed 300a (14.36) Paper storage e

Broadcasting studio 100 (4.79) Press rooms 150a (7.18)
Ceiling, accessible furred 10b (0.48) Railroad tracks f

Cold storage Ramps
No overhead system 250c (11.97) Seaplane (see Hangars)
Overhead system Restrooms 60 (2.87)
Floor 150 (7.18) Rinks
Roof 250 (11.97) Ice skating 250 (11.97)

Computer equipment 150a (7.18) Roller skating 100 (4.79)
Courtrooms 50–100 (2.40–4.79) Storage, hay or grain 300a (14.36)
Dormitories Theaters
Nonpartitioned 80 (3.83) Dressing rooms 40 (1.92)
Partitioned 40 (1.92) Gridiron floor or fly gallery:

Elevator machine room 150a (7.18) Grating 60 (2.87)
Fan room 150a (7.18) Well beams 250 lb∕ft (3.65 kN∕m) per pair
Foundries 600a (28.73) Header beams 1,000 lb∕ft (14.60 kN∕m)
Fuel rooms, framed 400 (19.15) Pin rail 250 lb∕ft (3.65 kN∕m)
Greenhouses 150 (7.18) Projection room 100 (4.79)
Hangars 150d (7.18) Toilet rooms 60 (2.87)
Incinerator charging floor 100 (4.79) Transformer rooms 200a (9.58)
Kitchens, other than domestic 150a (7.18) Vaults, in offices 250a (11.97)

aUse weight of actual equipment or stored material when greater. Note that fixed service equipment is treated as a dead load instead of live load.
bAccessible ceilings normally are not designed to support persons. The value in this table is intended to account for occasional light storage or suspension of items.
If it may be necessary to support the weight of maintenance personnel, this shall be provided for.
cPlus 150 lb∕ft2 (7.18 kN∕m2) for trucks.
dUse American Association of State Highway and Transportation Officials lane loads. Also subject to not less than 100% maximum axle load.
ePaper storage 50 lb∕ft2 per foot (2.395 kN∕m2 per meter) of clear story height.
fAs required by railroad company.

Table C4.3-2 Typical Live Load Statistics

Occupancy or Use

Survey Load Transient Load Temporal Constants

Mean Maximum
Loada lb∕ft2 (kN∕m2)

ms σs
a mt

a σt
a τsb ve

c Td

lb∕ft2

(kN∕m2)
lb∕ft2

(kN∕m2)
lb∕ft2

(kN∕m2)
lb∕ft2

(kN∕m2) (years) (per year) (years)

Office buildings: offices 10.9 (0.52) 5.9 (0.28) 8.0 (0.38) 8.2 (0.39) 8 1 50 55 (2.63)
Residential
Renter occupied 6.0 (0.29) 2.6 (0.12) 6.0 (0.29) 6.6 (0.32) 2 1 50 36 (1.72)
Owner occupied 6.0 (0.29) 2.6 (0.12) 6.0 (0.29) 6.6 (0.32) 10 1 50 38 (1.82)

Hotels: guest rooms 4.5 (0.22) 1.2 (0.06) 6.0 (0.29) 5.8 (0.28) 5 20 50 46 (2.2)
Schools: classrooms 12.0 (0.57) 2.7 (0.13) 6.9 (0.33) 3.4 (0.16) 1 1 100 34 (1.63)

aFor 200 ft2 (18.58 m2) area, except 1,000 ft2 (92.9 m2) for schools.
bDuration of average sustained load occupancy.
cMean rate of occurrence of transient load.
dReference period.
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C4.3.2 Provision for Partitions. The 2005 version of the
standard provided the minimum partition load for the first
time, although the requirement for the load has been included
for many years. Historically a value of 20 psf (0.96 kN∕m2) has
been required by building codes. This load, however, has
sometimes been treated as a dead load.

Assuming that a normal partition would be a stud wall with ½-
in. (13-mm) gypsum board on each side, 8 psf (0.38 kN∕m2) per
Table C3.1-1, 10 ft (3.05 m) high, a wall load on the floor would
be 80 lb∕ft (1.16 kN∕m). If the partitions are spaced throughout
the floor area creating rooms on a grid 10 ft (3.05 m) on center,
which would be an extremely dense spacing over a whole bay,
the average distributed load would be 16 psf (0.77 kN∕m2). A
design value of 15 psf (0.72 kN∕m2) is judged to be reasonable
in that the partitions are not likely to be spaced this closely over
large areas. Designers should consider a larger design load for
partitions if a high density of partitions is anticipated.

C4.3.3 Partial Loading. It is intended that the full intensity of
the appropriately reduced live load over portions of the structure
or member be considered, as well as a live load of the same
intensity over the full length of the structure or member.

Partial-length loads on a simple beam or truss produce higher
shear on a portion of the span than a full-length load. “Checker-
board” loadings on multistory, multipanel bents produce higher
positive moments than full loads, whereas loads on either side of a
support produce greater negativemoments. Loads on the half span
of arches and domes or on the two central quarters can be critical.

For roofs, all probable load patterns should be considered
uniform for roof live loads that are reduced to less than
20 lb∕ft2 (0.96 kN∕m2) using Section 4.8. Where the full value
of the roof live load (Lr) is used without reduction, it is considered
that there is a low probability that the live load created by
maintenance workers, equipment, and material could occur in
a patterned arrangement. Where a uniform roof live load is
caused by occupancy, partial or pattern loading should be consid-
ered regardless of the magnitude of the uniform load. Cantilevers
must not rely on a possible live load on the anchor span for
equilibrium.

C4.4 CONCENTRATED LIVE LOADS

The provision in Table 4.3-1 regarding concentrated loads
supported by roof trusses or other primary roof members is
intended to provide for a common situation for which specific
requirements are generally lacking.

Primary roofmembers aremain structuralmembers such as roof
trusses, girders, and frames, which are exposed to a work floor
below, where the failure of such a primary member resulting from
their use as attachment points for lifting or hoisting loads could
lead to the collapse of the roof. Single roof purlins or rafters (where
there are multiple such members placed side by side at some
reasonably small center-to-center spacing, andwhere the failure of
a single suchmemberwould not lead to the collapse of the roof) are
not considered to be primary roof members.

C4.5 LOADS ON HANDRAIL, GUARDRAIL, GRAB
BAR, AND VEHICLE BARRIER SYSTEMS, AND
ON FIXED LADDERS

C4.5.1 Handrail and Guardrail Systems. Loads that can be
expected to occur on handrail and guardrail systems are highly
dependent on the use and occupancy of the protected area. For
cases in which extreme loads can be anticipated, such as long,
straight runs of guardrail systems against which crowds can
surge, appropriate increases in loading shall be considered.

C4.5.2 Grab Bar Systems. When grab bars are provided for
use by persons with physical disabilities, the design is governed
by ICC/ANSI A117.1 Accessible and Usable Buildings and
Facilities (2009).

C4.5.3 Vehicle Barrier Systems. Vehicle barrier systems may
be subjected to horizontal loads from moving vehicles. These
horizontal loads may be applied normal to the plane of the barrier
system, parallel to the plane of the barrier system, or at any
intermediate angle. Loads in garages accommodating trucks and
buses may be obtained from the provisions contained in
AASHTO LRFD Bridge Design Specifications, 7th Edition,
2014, with 2015 interim revisions.

C4.5.4 Fixed Ladders. This provision was introduced to the
standard in 1998 and is consistent with the provisions for stairs.

Side rail extensions of fixed ladders are often flexible and weak
in the lateral direction. OSHA (2014a) requires side rail exten-
sions, only with specific geometric requirements. The load
provided was introduced to the standard in 1998 and has been
determined on the basis of a 250-lb (1.11 kN) person standing on
a rung of the ladder and accounting for reasonable angles of pull
on the rail extension.

C4.6 IMPACT LOADS

Grandstands, stadiums, and similar assembly structures may be
subjected to loads caused by crowds swaying in unison, jumping
to their feet, or stomping. Designers are cautioned that the
possibility of such loads should be considered.

Elevator loads are changed in the standard from a direct 100%
impact factor to a reference to ASME A17 (2013). The provi-
sions in ASME A17 include the 100% impact factor, along with
deflection limits on the applicable elements.

C4.6.4 Elements Supporting Hoists for Façade Access and
Building Maintenance Equipment. The Occupational Safety
and Health Administration (OSHA) requires that façade access
platforms that are used for building maintenance meet the
requirements of Standard 1910.66, Powered Platforms for
Building Maintenance (OSHA 2014b). OSHA requires that
building anchors and components be capable of sustaining
without failure a load of at least four times the rated load of
the hoist (i.e., the maximum anticipated load or total weight of the
suspended platform plus occupants and equipment) applied or
transmitted to the components and anchors. A design live load of
2.5 times the rated load, when combined with a live load factor of
1.6, results in a total factored load of 4.0 times the rated load,
which matches OSHA’s requirements. It should also be noted that
when using allowable stress design (ASD), 2.5 times the rated
load will result in a comparable design when a safety factor of
1.6 is used in determining the allowable stresses. This load
requirement is not statistically based but is intended by OSHA
to address accidental hang-up-and-fall scenarios as well as
starting and stopping forces that the platforms experience on a
day-to-day basis. It also provides a small margin of safety relative
to situations where a suspended platform gets hung up on a façade
while ascending, allowing the hoists to apply large forces on the
supporting elements. OSHA permits hoists to generate in-service
forces up to three times their rated loads. These loads should be
applied in the same direction(s) as they are expected to occur.

OSHA (2014c) provisions (CFR 1926.451) related to “con-
struction” activities also require supporting equipment to be able
to carry at least 1.5 times the stall load of the supported hoist.
Since OSHA defines “construction” rather broadly (it includes
activities such as painting and hanging signs), most equipment is
used for “construction” work, which means that it must have the
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strength required by OSHA construction provisions. The stall
load times the live load factor of 1.6 slightly exceeds the OSHA
1.5 times the stall load requirement.

C4.6.5 Fall Arrest and Lifeline Anchorages. The
Occupational Safety and Health Administration (OSHA)
requires that lifeline anchorages be capable of sustaining
without failure an ultimate load of 5,000 lb (22.2 kN) for each
attached person. Using a design live load of 3,100 lb (13.8 kN),
when combined with a live load factor of 1.6, results in a total
factored load of 4,960 lb (22.1 kN), which essentially matches
OSHA’s requirements for lifeline anchorages. It should also be
noted that when using ASD, a design live load of 3,100 lb
(13.8 kN) results in a comparable design when a safety factor of
1.6 is used in determining the allowable stresses. This lifeline
load is intended by OSHA to address the fall arrest loads that can
and do reasonably occur in typical lanyards for body harnesses,
which are highly variable.

C4.7 REDUCTION IN UNIFORM LIVE LOADS

C4.7.1 General. The concept of, and methods for, determining
member live load reductions as a function of a loaded member’s

influence area, AI , was first introduced into this standard in 1982
and was the first such change since the concept of live load
reduction was introduced more than 40 years ago. The revised
formula is a result of more extensive survey data and theoretical
analysis (Harris et al. 1981). The change in format to a reduction
multiplier results in a formula that is simple and more convenient
to use. The use of influence area, now defined as a function of the
tributary area, AT , in a single equation has been shown to give
more consistent reliability for the various structural effects. The
influence area is defined as that floor area over which the influence
surface for structural effects is significantly different from zero.
The factor KLL is the ratio of the influence area (AI ) of a

member to its tributary area (AT ), that is, KLL =AI∕AT , and is
used to better define the influence area of a member as a function
of its tributary area. Fig. C4.7-1 illustrates typical influence areas
and tributary areas for a structure with regular bay spacings.
Table 4.7-1 has established KLL values (derived from calculated
KLL values) to be used in Eq. (4.7-1) for a variety of structural
members and configurations. Calculated KLL values vary for
column and beam members that have adjacent cantilever con-
struction, as is shown in Fig. C4.7-1, and the Table 4.7-1 values
have been set for these cases to result in live load reductions that

FIGURE C4.7-1 Typical Tributary and Influence Areas
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are slightly conservative. For unusual shapes, the concept of
significant influence effect should be applied.

An example of a member without provisions for continuous
shear transfer normal to its span would be a precast T-beam or
double-T beam that may have an expansion joint along one or
both flanges or that may have only intermittent weld tabs along
the edges of the flanges. Such members do not have the ability to
share loads located within their tributary areas with adjacent
members, thus resulting in KLL = 1 for these types of members.
Reductions are permissible for two-way slabs and for beams, but
care should be taken in defining the appropriate influence area.
For multiple floors, areas for members supporting more than one
floor are summed.

The formula provides a continuous transition from unreduced
to reduced loads. The smallest allowed value of the reduction
multiplier is 0.4 (providing a maximum 60% reduction), but there
is a minimum of 0.5 (providing a 50% reduction) for members
with a contributory load from just one floor.

C4.7.3 Heavy Live Loads. In the case of occupancies
involving relatively heavy basic live loads, such as storage
buildings, several adjacent floor panels may be fully loaded.
However, data obtained in actual buildings indicate that rarely is
any story loaded with an average actual live load of more than
80% of the average rated live load. It appears that the basic live
load should not be reduced for the floor-and-beam design, but
that it could be reduced up to 20% for the design of members
supporting more than one floor. Accordingly, this principle has
been incorporated in the recommended requirement.

C4.7.4 Passenger Vehicle Garages. Unlike live loads in office
and residential buildings, which are generally spatially random,
parking garage loads are caused by vehicles parked in regular
patterns, and the garages are often full. The rationale behind the
reduction according to area for other live loads, therefore, does not
apply. A load survey of vehicle weights was conducted at nine
commercial parking garages in four cities of different sizes (Wen
and Yeo 2001). Statistical analyses of the maximum load effects
on beams and columns caused by vehicle loads over the garage’s
life were carried out using the survey results. Dynamic effects on
the deck caused by vehicle motions and on the ramp caused by
impact were investigated. The equivalent uniformly distributed
loads (EUDL) that would produce the lifetime maximum column
axial force andmidspan beam bendingmoment are conservatively
estimated at 34.8 psf (1.67 kN∕m2). The EUDL is not sensitive to
bay-size variation. In view of the possible impact of very heavy
vehicles in the future such as sport utility vehicles, however, a
design load of 40 psf (1.95 kN∕m2) is recommended with no
allowance for reduction according to bay area.

Compared with the design live load of 50 psf (2.39 kN∕m2)
given in previous editions of the standard, the design load con-
tained herein represents a 20% reduction, but it is still 33% higher
than the 30 psf (1.44 kN∕m2) one would obtain were an area-
based reduction to be applied to the 50 psf (2.39 kN∕m2) value for
large bays as allowed in most standards. Also the variability of the
maximum parking garage load effect is found to be small, with a
coefficient of variation less than 5% in comparison with 20% to
30% for most other live loads. The implication is that when a live
load factor of 1.6 is used in design, additional conservatism is built
into it such that the recommended value would also be sufficiently
conservative for special purpose parking (e.g., valet parking)
where vehicles may be more densely parked, causing a higher
load effect. Therefore, the 50 psf (2.39 kN∕m2) design value was
felt to be overly conservative, and it can be reduced to 40 psf
(1.95 kN∕m2) without sacrificing structural integrity.

In view of the large load effect produced by a single heavy
vehicle (up to 10,000 lb (44.48 kN)), the current concentrated load
of 2,000 lb (8.90 kN) should be increased to 3,000 lb (13.34 kN)
acting on an area of 4.5 in: × 4.5 in: (0.11 m × 0.11 m), which
represents the load caused by a jack in changing tires.

C4.7.6 Limitations on One-Way Slabs. One-way slabs
behave in a manner similar to two-way slabs but do not
benefit from having a higher redundancy that results from
two-way action. For this reason, it is appropriate to allow a
live load reduction for one-way slabs but restrict the tributary
area, AT , to an area that is the product of the slab span times a
width normal to the span not greater than 1.5 times the span (thus
resulting in an area with an aspect ratio of 1.5). For one-way slabs
with aspect ratios greater than 1.5, the effect is to give a
somewhat higher live load (where a reduction has been
allowed) than for two-way slabs with the same ratio.

Members, such as hollow-core slabs, that have grouted con-
tinuous shear keys along their edges and span in one direction
only, are considered as one-way slabs for live load reduction,
even though they may have continuous shear transfer normal to
their spans.

C4.8 REDUCTION IN ROOF LIVE LOADS

C4.8.2 Ordinary Roofs, Awnings, and Canopies. The values
specified in Eq. (4.8-1) that act vertically upon the projected area
have been selected as minimum roof live loads, even in localities
where little or no snowfall occurs. This is because it is considered
necessary to provide for occasional loading caused by the
presence of workers and materials during repair operations.

C4.8.3 Occupiable Roofs. Designers should consider any
additional dead loads that may be imposed by saturated
landscaping materials in addition to the live load required in
Table 4.3-1. Occupancy-related loads on roofs are live loads (L)
normally associated with the design of floors rather than roof live
loads (Lr) and may be reduced in accordance with the provisions
for live loads in Section 4.7 rather than Section 4.8.

C4.9 CRANE LOADS

All support components of moving bridge cranes and monorail
cranes, including runway beams, brackets, bracing, and connec-
tions, shall be designed to support the maximum wheel load of
the crane and the vertical impact, lateral, and longitudinal forces
induced by the moving crane. Also, the runway beams shall be
designed for crane stop forces. The methods for determining
these loads vary depending on the type of crane system and
support. MHI (2009, 2010a,b) and MBMA (2012) describe types
of bridge cranes and monorail cranes. Cranes described in these
references include top running bridge cranes with top running
trolley, underhung bridge cranes, and underhung monorail
cranes. AIST (2003) gives more stringent requirements for crane
runway designs that are more appropriate for higher capacity or
higher speed crane systems.

C4.11 HELIPAD LOADS

C4.11.1 General. Helipad provisions were added to the
standard in 2010. For the standard, the term “helipads” is
used to refer specifically to the structural surface. In building
codes and other references, different terminology may be used
when describing helipads, e.g., heliports, helistops, but the
distinctions between these are not relevant to the structural
loading issue addressed in ASCE 7.
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Although these structures are intended to be specifically kept
clear of nonhelicopter occupant loads on the landing and taxi
areas, the uniform load requirement is a minimum to ensure a
degree of substantial construction and the potential to resist the
effects of unusual events.
Additional information on helipad design can be found in

Annex 14 to the Convention on International Civil Aviation,
Aerodromes, Volume II (ICAO 2013).

C4.11.2 Concentrated Helicopter Loads. Concentrated loads
applied separately from the distributed loads are intended to
cover the primary helicopter loads. The designer should always
consider the geometry of the design basis helicopter for applying
the design loads. A factor of 1.5 is used to address impact loads
(two single concentrated loads of 0.75 times the maximum
takeoff weight) to account for a hard landing with many kinds
of landing gear. The designer should be aware that some
helicopter configurations, particularly those with rigid landing
gear, could result in substantially higher impact factors that
should be considered.
The 3,000-lb (13.35-kN) concentrated load is intended to

cover maintenance activities, similar to the jack load for a
parking garage.

C4.13 LIBRARY STACK ROOMS

Where library shelving installation does not fall within the param-
eter limits that are specified in Section 4.13 and Table 4.3-1, the
design should account for the actual conditions. For example,
the floor loading for storage of medical X-ray film may easily
exceed 200 psf (9.58 kN∕m2), mainly because of the increased
depth of the shelves. Mobile library shelving that rolls on
rails should also be designed to meet the actual requirements
of the specific installation, which may easily exceed 300 psf
(14.4 kN∕m2). The rail support locations and deflection limits
should be considered in the design, and the engineer should
work closely with the system manufacturer to provide a service-
able structure.

C4.14 SEATING FOR ASSEMBLY USES

The lateral loads apply to “stadiums and arenas” and to “review-
ing stands, grandstands, and bleachers.” However, it does not
apply to “gymnasiums—main floors and balconies.” Consider-
ation should be given to treating gymnasium balconies that have
stepped floors for seating as arenas, and requiring the appropriate
swaying forces.

C4.17 SOLAR PANEL LOADS

C4.17.1 Roof Loads at Solar Panels. These provisions are
added to the 2016 edition of the standard to address the
installation of rooftop solar panels consistent with current
practices (Blaney and LaPlante 2013). These provisions allow
the offset of roof live load where the space below the solar panel is
considered inaccessible. The dimension of 24 in. (610 mm) was
chosen as the clear vertical distance as it is consistent with

existing published requirements for solar panel systems and is
also a typical minimum height permitted for access into or out of
spaces.

C4.17.3 Open-Grid Roof Structures Supporting Solar
Panels. This section reduces the uniform roof live load for
building structures such as carports and shade structures,
which do not include roof deck or sheathing, to the value of
the minimum uniform roof live load permitted by Section 4.8.2.
The concentrated roof live load requirement in Table 4.3-1 is not
modified by this section.
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CHAPTER C5

FLOOD LOADS

C5.1 GENERAL

This section presents information for the design of buildings and
other structures in areas prone to flooding. Design professionals
should be aware that there are important differences between
flood characteristics, flood loads, and flood effects in riverine and
coastal areas (e.g., the potential for wave effects is much greater
in coastal areas, the depth and duration of flooding can be much
greater in riverine areas, the direction of flow in riverine areas
tends to be more predictable, and the nature and amount of flood-
borne debris varies between riverine and coastal areas).

Much of the impetus for flood-resistant design has come about
from the federal government sponsored initiatives of flood-
damage mitigation and flood insurance, both through the work
of the U.S. Army Corps of Engineers and the National Flood
Insurance Program (NFIP). The NFIP is based on an agreement
between the federal government and participating communities
that have been identified as being flood prone. The Federal
Emergency Management Agency (FEMA), through the Federal
Insurance and Mitigation Administration (FIMA), makes flood
insurance available to the residents of communities provided that
the community adopts and enforces adequate floodplain man-
agement regulations that meet the minimum requirements.
Included in the NFIP requirements, found under Title 44 of the
U.S. Code of Federal Regulations (FEMA 1999b), are minimum
building design and construction standards for buildings and
other structures located in special flood hazard areas (SFHAs).

Special flood hazard areas are those identified by FEMA as
being subject to inundation during the 100-year flood. SFHAs are
shown on flood insurance rate maps (FIRMs), which are pro-
duced for flood-prone communities. SFHAs are identified on
FIRMs as zones A, A1-30, AE, AR, AO, and AH, and in coastal
high hazard areas as V1-30, V, and VE. The SFHA is the area in
which communities must enforce NFIP-compliant, flood
damage-resistant design and construction practices.

Prior to designing a structure in a flood-prone area, design
professionals should contact the local building official to deter-
mine if the site in question is located in an SFHA or other flood-
prone area that is regulated under the community’s floodplain
management regulations. If the proposed structure is located
within the regulatory floodplain, local building officials can
explain the regulatory requirements.

Answers to specific questions on flood-resistant design and
construction practices may be directed to the mitigation division
of each of FEMA’s regional offices. FEMA has regional offices
that are available to assist design professionals.

C5.2 DEFINITIONS

Three new concepts were added with ASCE 7-98. First, the
concept of the design flood was introduced. The design flood

will, at a minimum, be equivalent to the flood having a 1%
chance of being equaled or exceeded in any given year (i.e., the
base flood or 100-year flood, which served as the load basis in
ASCE 7-95). In some instances, the design flood may exceed the
base flood in elevation or spatial extent; this excess will occur
where a community has designated a greater flood (lower
frequency, higher return period) as the flood to which the
community will regulate new construction.

Many communities have elected to regulate to a flood standard
higher than the minimum requirements of the NFIP. Those
communities may do so in a number of ways. For example, a
community may require new construction to be elevated a
specific vertical distance above the base flood elevation (this is
referred to as “freeboard”); a community may select a lower
frequency flood as its regulatory flood; or a community may
conduct hydrologic and hydraulic studies, upon which flood
hazard maps are based, in a manner different from the Flood
Insurance Study prepared by the NFIP (e.g., the community may
complete flood hazard studies based upon development condi-
tions at build-out, rather than following the NFIP procedure,
which uses conditions in existence at the time the studies
are completed; the community may include watersheds smaller
than 1 mi2 (2.6 km2) in size in its analysis, rather than following
the NFIP procedure, which neglects watersheds smaller than
1 mi2 [2.6 km2]).

Use of the design flood concept will ensure that the require-
ments of this standard are not less restrictive than a community’s
requirements where that community has elected to exceed mini-
mum NFIP requirements. In instances where a community has
adopted the NFIP minimum requirements, the design flood
described in this standard will default to the base flood.

Second, this standard also uses the terms “flood hazard area”
and “flood hazard map” to correspond to and show the areas
affected by the design flood. Again, in instances where a
community has adopted the minimum requirements of the NFIP,
the flood hazard area defaults to the NFIP’s SFHA and the flood
hazard map defaults to the FIRM.

Third, the concept of a Coastal A-Zone is used to facilitate
application of load combinations contained in Chapter 2 of this
standard. Coastal A-Zones lie landward of V-Zones, or landward
of an open coast shoreline where V-Zones have not been mapped
(e.g., the shorelines of the Great Lakes). Coastal A-Zones are
subject to the effects of waves, high-velocity flows, and erosion,
although not to the extent that V-Zones are. Like V-Zones, flood
forces in Coastal A-Zones will be highly correlated with coastal
winds or coastal seismic activity.

Coastal A-Zones are not delineated on flood hazard maps
prepared by FEMA, but are zones where wave forces and erosion
potential should be taken into consideration by designers. The
following guidance is offered to designers as help in determining
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whether or not an A-Zone in a coastal area can be considered a
Coastal A-Zone.
For a Coastal A-Zone to be present, two conditions are

required: (1) a still-water flood depth greater than or equal to
2.0 ft (0.61 m) and (2) breaking wave heights greater than or
equal to 1.5 ft (0.46 m). Note that the still-water depth require-
ment is necessary, but is not sufficient by itself, to render an area
a Coastal A-Zone. Many A-Zones will have still-water flood
depths in excess of 2.0 ft (0.61 m), but will not experience
breaking wave heights greater than or equal to 1.5 ft (0.46 m),
and therefore should not be considered Coastal A-Zones. Wave
heights at a given site can be determined using procedures
outlined in U.S. Army Corps of Engineers (2002) or similar
references.
The 1.5 ft (0.46 m) breaking wave height criterion was

developed from post-flood damage inspections, which show
that wave damage and erosion often occur in mapped A-Zones
in coastal areas, and from laboratory tests on breakaway walls
that show that breaking waves 1.5 ft (0.46 m) in height are
capable of causing structural failures in wood-frame walls
(FEMA 2000).

C5.3 DESIGN REQUIREMENTS

Sections 5.3.4 (dealing with A-Zone design and construction)
and 5.3.5 (dealing with V-Zone design and construction) of
ASCE 7-98 were deleted in preparation of the 2002 edition
of this standard. These sections summarized basic principles of
flood-resistant design and construction (building elevation, an-
chorage, foundation, below design flood elevation [DFE] enclo-
sures, breakaway walls, etc.). Some of the information contained
in these deleted sections was included in Section 5.3, beginning
with ASCE 7-02, and the design professional is also referred to
ASCE/SEI Standard 24 (Flood Resistant Design and Construc-
tion) for specific guidance.

C5.3.1 Design Loads. Wind loads and flood loads may act
simultaneously at coastlines, particularly during hurricanes and
coastal storms. This may also be true during severe storms at the
shorelines of large lakes and during riverine flooding of long
duration.

C5.3.2 Erosion and Scour. The term “erosion” indicates a
lowering of the ground surface in response to a flood event,
or in response to the gradual recession of a shoreline. The term
“scour” indicates a localized lowering of the ground surface
during a flood, due to the interaction of currents and/or waves
with a structural element. Erosion and scour can affect the
stability of foundations and can increase the local flood depth
and flood loads acting on buildings and other structures. For
these reasons, erosion and scour should be considered during
load calculations and the design process. Design professionals
often increase the depth of foundation embedment to mitigate the
effects of erosion and scour and often site buildings away from
receding shorelines (building setbacks).

C5.3.3 Loads on Breakaway Walls. Floodplain management
regulations require buildings in coastal high hazard areas to
be elevated to or above the design flood elevation by a pile or
column foundation. Space below the DFE must be free of
obstructions to allow the free passage of waves and high-
velocity waters beneath the building (FEMA 1993). Flood-
plain management regulations typically allow space below the
DFE to be enclosed by insect screening, open lattice, or
breakaway walls. Local exceptions are made in certain
instances for shear walls, firewalls, elevator shafts, and

stairwells. Check with the Authority Having Jurisdiction for
specific requirements related to obstructions, enclosures, and
breakaway walls.
Where breakaway walls are used, they must meet the prescrip-

tive requirements of NFIP regulations or be certified by a
registered professional engineer or architect as having been
designed to meet the NFIP performance requirements. Meeting
the NFIP performance requirements should be understood to
mean that the structure to which breakaway walls are attached
should withstand both of the following: 1) load combinations,
including flood loads acting on the structure and the breakaway
walls, up to the point of breakaway wall collapse, and 2) load
combinations, including flood loads acting on the structure that
remains following breakaway collapse, for flood conditions
between those causing breakaway wall collapse and those asso-
ciated with the design flood.
The prescriptive requirements call for breakaway wall designs

that are intended to collapse at loads not less than 10 psf
(0.48 kN=m2) and not more than 20 psf (0.96 kN=m3). Inasmuch
as wind or earthquake loads often exceed 20 psf (0.96 kN=m2),
breakaway walls may be designed for higher loads, provided the
designer certifies that the walls have been designed to break away
before base flood conditions are reached, without damaging the
elevated building or its foundation. FEMA (1999a) provides
guidance on how to meet the performance requirements for
certification.

C5.4 LOADS DURING FLOODING

C5.4.1 Load Basis. Water loads are the loads or pressures on
surfaces of buildings and structures caused and induced by the
presence of floodwaters. These loads are of two basic types:
hydrostatic and hydrodynamic. Impact loads result from objects
transported by floodwaters striking against buildings and
structures or parts thereof. Wave loads can be considered a
special type of hydrodynamic load.

C5.4.2 Hydrostatic Loads. Hydrostatic loads are those caused
by water either above or below the ground surface, free or
confined, which is either stagnant or moves at velocities less
than 5 ft=s (1.52 m=s). These loads are equal to the product of
the water pressure multiplied by the surface area on which the
pressure acts.
Hydrostatic pressure at any point is equal in all directions

and always acts perpendicular to the surface on which it is
applied. Hydrostatic loads can be subdivided into vertical down-
ward loads, lateral loads, and vertical upward loads (uplift or
buoyancy). Hydrostatic loads acting on inclined, rounded,
or irregular surfaces may be resolved into vertical downward
or upward loads and lateral loads based on the geometry of the
surfaces and the distribution of hydrostatic pressure.

C5.4.3 Hydrodynamic Loads. Hydrodynamic loads are those
loads induced by the flow of water moving at moderate to high
velocity above the ground level. They are usually lateral loads
caused by the impact of the moving mass of water and the drag
forces as the water flows around the obstruction. Hydrodynamic
loads are computed by recognized engineering methods. In the
coastal high hazard area, the loads from high-velocity currents
due to storm surge and overtopping are of particular importance.
U.S. Army Corps of Engineers (2002) is one source of design
information regarding hydrodynamic loadings.
Note that accurate estimates of flow velocities during flood

conditions are very difficult to make, both in riverine and coastal
flood events. Potential sources of information regarding veloci-
ties of floodwaters include local, state, and federal government
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agencies and consulting engineers specializing in coastal engi-
neering, stream hydrology, or hydraulics.

As interim guidance for coastal areas, FEMA (2000) gives a
likely range of flood velocities as

V = ds=ð1 sÞ (C5.4-1)

to

V = ðgdsÞ0.5 (C5.4-2)

where

V = average velocity of water in ft=s (m=s)
ds = local still water depth in ft (m)
g = acceleration due to gravity, 32.2 ft=s=s (9.81 m=s2)

Selection of the correct value of a in Eq. 5.4-1 will depend
upon the shape and roughness of the object exposed to flood
flow, as well as the flow condition. As a general rule, the
smoother and more streamlined the object, the lower the drag
coefficient (shape factor). Drag coefficients for elements com-
mon in buildings and structures (round or square piles, columns,
and rectangular shapes) will range from approximately 1.0 to 2.0,
depending upon flow conditions. However, given the uncertainty
surrounding flow conditions at a particular site, ASCE 7-05
recommends a minimum value of 1.25 be used. Fluid mechanics
texts should be consulted for more information on when to apply
drag coefficients above 1.25.

C5.4.4 Wave Loads. The magnitude of wave forces (lb=ft2)
(kN=m2) acting against buildings or other structures can be 10 or
more times higher than wind forces and other forces under design
conditions. Thus, it should be readily apparent that elevating
above the wave crest elevation is crucial to the survival of
buildings and other structures. Even elevated structures,
however, must be designed for large wave forces that can act
over a relatively small surface area of the foundation and
supporting structure.

Wave load calculation procedures in Section 5.4.4 are taken
from U.S. Army Corps of Engineers (2002) and Walton et al.
(1989). The analytical procedures described by Eqs. 5.4-2
through 5.4-9 should be used to calculate wave heights and
wave loads unless more advanced numerical or laboratory
procedures permitted by this standard are used.

Wave load calculations using the analytical procedures
described in this standard all depend upon the initial compu-
tation of the wave height, which is determined using Eqs. 5.4-2
and 5.4-3. These equations result from the assumptions that the
waves are depth limited and that waves propagating into
shallow water break when the wave height equals 78% of
the local still water depth and that 70% of the wave height lies
above the local still water level. These assumptions are identi-
cal to those used by FEMA in its mapping of coastal flood
hazard areas on FIRMs.

Designers should be aware that wave heights at a particular site
can be less than depth-limited values in some cases (e.g., when
the wind speed, wind duration, or fetch is insufficient to generate
waves large enough to be limited in size by water depth, or when
nearby objects dissipate wave energy and reduce wave heights).
If conditions during the design flood yield wave heights at a site
less than depth-limited heights, Eq. 5.4-2 may overestimate the
wave height and Eq. 5.4-3 may underestimate the still-water
depth. Also, Eqs. 5.4-4 through 5.4-7 may overstate wave
pressures and forces when wave heights are less than depth-
limited heights. More advanced numerical or laboratory

procedures permitted by this section may be used in such cases,
in lieu of Eqs. 5.4-2 through 5.4-7.

It should be pointed out that present NFIP mapping procedures
distinguish between A-Zones and V-Zones by the wave heights
expected in each zone. Generally speaking, A-Zones are desig-
nated where wave heights less than 3 ft (0.91 m) in height are
expected. V-Zones are designated where wave heights equal to or
greater than 3 ft (0.91 m) are expected. Designers should proceed
cautiously, however. Large wave forces can be generated in some
A-Zones, and wave force calculations should not be restricted to
V-Zones. Present NFIP mapping procedures do not designate
V-Zones in all areas where wave heights greater than 3 ft (0.91 m)
can occur during base flood conditions. Rather than rely exclu-
sively on flood hazard maps, designers should investigate his-
torical flood damages near a site to determine whether or not
wave forces can be significant.

C5.4.4.2 Breaking Wave Loads on Vertical Walls. Equations
used to calculate breaking wave loads on vertical walls contain a
coefficient, Cp. Walton et al. (1989) provide recommended
values of the coefficient as a function of probability of
exceedance. The probabilities given by Walton et al. (1989)
are not annual probabilities of exceedance, but probabilities
associated with a distribution of breaking wave pressures
measured during laboratory wave tank tests. Note that the
distribution is independent of water depth. Thus, for any
water depth, breaking wave pressures can be expected to
follow the distribution described by the probabilities of
exceedance in Table C5.4-2.

This standard assigns values for Cp according to building
category, with the most important buildings having the largest
values of Cp. Category II buildings are assigned a value of Cp
corresponding to a 1% probability of exceedance, which is
consistent with wave analysis procedures used by FEMA in
mapping coastal flood hazard areas and in establishing minimum
floor elevations. Category I buildings are assigned a value of Cp
corresponding to a 50% probability of exceedance, but designers
may wish to choose a higher value of Cp. Category III buildings
are assigned a value of Cp corresponding to a 0.2% probability of
exceedance, while Category IV buildings are assigned a value of
Cp corresponding to a 0.1% probability of exceedance.

Breaking wave loads on vertical walls reach a maximum when
the waves are normally incident (direction of wave approach is
perpendicular to the face of the wall; wave crests are parallel to
the face of the wall). As guidance for designers of coastal
buildings or other structures on normally dry land (i.e., flooded
only during coastal storm or flood events), it can be assumed that
the direction of wave approach will be approximately perpen-
dicular to the shoreline. Therefore, the direction of wave ap-
proach relative to a vertical wall will depend upon the orientation
of the wall relative to the shoreline. Section 5.4.4.4 provides a
method for reducing breaking wave loads on vertical walls for
waves not normally incident.

C5.4.5 Impact Loads. Impact loads are those that result from
logs, ice floes, and other objects striking buildings, structures, or
parts thereof. U.S. Army Corps of Engineers (1995) divides
impact loads into three categories: (1) normal impact loads,
which result from the isolated impacts of normally
encountered objects; (2) special impact loads, which result
from large objects, such as broken up ice floes and
accumulations of debris, either striking or resting against a
building, structure, or parts thereof; and (3) extreme impact
loads, which result from very large objects, such as boats,
barges, or collapsed buildings, striking the building, structure,
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or component under consideration. Design for extreme impact
loads is not practical for most buildings and structures. However,
in cases where there is a high probability that a Category III or IV
structure (see Table 1.5-1) will be exposed to extreme impact
loads during the design flood, and where the resulting damages
will be very severe, consideration of extreme impact loads may
be justified. Unlike extreme impact loads, design for special and
normal impact loads is practical for most buildings and
structures.
The recommended method for calculating normal impact loads

has been modified beginning with ASCE 7-02. Previous editions
of ASCE 7 used a procedure contained in U.S. Army Corps of
Engineers (1995) (the procedure, which had been unchanged
since at least 1972, relied on an impulse-momentum approach
with a 1,000 lb [4.5 kN] object striking the structure at the
velocity of the floodwater and coming to rest in 1.0 s). Work
(Kriebel et al. 2000 and Haehnel and Daly 2001) has been
conducted to evaluate this procedure, through a literature review
and laboratory tests. The literature review considered riverine
and coastal debris, ice floes and impacts, ship berthing and
impact forces, and various methods for calculating debris loads
(e.g., impulse-momentum, work-energy). The laboratory tests
included log sizes ranging from 380 lb (1.7 kN) to 730 lb
(3.3 kN) traveling at up to 4 ft=s (1.2 m=s).
Kriebel et al. (2000) and Haehnel and Daly (2001) conclude

that (1) an impulse-momentum approach is appropriate; (2) the
1,000 lb (4.5 kN) object is reasonable, although geographic
and local conditions may affect the debris object size and
weight; (3) the 1.0-s impact duration is not supported by the
literature or by laboratory tests—a duration of impact of 0.03 s
should be used instead; (4) a half-sine curve represents the
applied load and resulting displacement well; and (5) setting the
debris velocity equivalent to the flood velocity is reasonable for
all but the largest objects in shallow water or obstructed
conditions.
Given the short-duration, impulsive loads generated by flood-

borne debris, a dynamic analysis of the affected building or
structure may be appropriate. In some cases (e.g., when the
natural period of the building is much greater than 0.03 s), design
professionals may wish to treat the impact load as a static load
applied to the building or structure (this approach is similar to
that used by some following the procedure contained in Sec-
tion C5.3.3.5 of ASCE 7-98).
In either type of analysis—dynamic or static—Eq. C5.4-3

provides a rational approach for calculating the magnitude of the
impact load.

F =
πWVbCICOCDCBRmax

2gΔt
(C5.4-3)

where

F = impact force, in lb (N)
W = debris weight in lb (N)
Vb = velocity of object (assume equal to velocity of water, V)

in ft=s (m=s)
g = acceleration due to gravity, 32.2 ft=s2 (9.81 m=s2)

Δt = impact duration (time to reduce object velocity to zero),
in s

CI = importance coefficient (see Table C5.4-1)
CO = orientation coefficient, 0.8
CD = depth coefficient (see Table C5.4-2, Fig. C5.4-1)
CB = blockage coefficient (see Table C5.4-3, Fig. C5.4-2)

Rmax = maximum response ratio for impulsive load
(see Table C5.4-4)

The form of Eq. C5.4-3 and the parameters and coefficients are
discussed in the following text:
Basic Equation. The equation is similar to the equation used

in ASCE 7-98, except for the π=2 factor (which results from the
half-sine form of the applied impulse load) and the coefficients
CI , CO, CD, CB, and Rmax. With the coefficients set equal to 1.0,
the equation reduces to F = πWVb=2gΔt and calculates the
maximum static load from a head-on impact of a debris object.
The coefficients have been added to allow design professionals to
“calibrate” the resulting force to local flood, debris, and building
characteristics. The approach is similar to that employed by
ASCE 7 in calculating wind, seismic, and other loads. A scien-
tifically based equation is used to match the physics, and the
results are modified by coefficients to calculate realistic load

Table C5.4-1 Values of Importance Coefficient, CI

Risk Category CI

I 0.6
II 1.0
III 1.2
IV 1.3

Table C5.4-2 Values of Depth Coefficient, CD

Building Location in Flood Hazard Zone and Water Depth CD

Floodway or V-Zone 1.0
A-Zone, still-water depth >5 ft 1.0
A-Zone, still-water depth= 4 ft 0.75
A-Zone, still-water depth= 3 ft 0.5
A-Zone, still-water depth= 2 ft 0.25
Any flood zone, still-water depth <1 ft 0.0

FIGURE C5.4-1 Depth Coefficient, CD

Table C5.4-3 Values of Blockage Coefficient, CB

Degree of Screening or Sheltering within 100 ft Upstream CB

No upstream screening, flow path wider than 30 ft 1.0
Limited upstream screening, flow path 20 ft wide 0.6
Moderate upstream screening, flow path 10 ft wide 0.2
Dense upstream screening, flow path less than 5 ft wide 0.0
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magnitudes. However, unlike wind, seismic, and other loads, the
body of work associated with flood-borne debris impact loads
does not yet account for the probability of impact.

Debris Object Weight. A 1,000-lb (4.5-kN) object can be
considered a reasonable average for flood-borne debris (no
change from ASCE 7-98). This represents a reasonable weight
for trees, logs, and other large woody debris that is the most
common form of damaging debris nationwide. This weight
corresponds to a log approximately 30-ft (9.1-m) long and just
under 1-ft (0.3-m) in diameter. The 1,000-lb (4.5-kN) object also
represents a reasonable weight for other types of debris ranging
from small ice floes, to boulders, to man-made objects.

However, design professionals may wish to consider regional
or local conditions before the final debris weight is selected. The
following text provides additional guidance. In riverine flood-
plains, large woody debris (trees and logs) predominates, with
weights typically ranging from 1,000 lb (4.5 kN) to 2,000 lb
(9.0 kN). In the Pacific Northwest, larger tree and log sizes
suggest a typical 4,000 lb (18.0 kN) debris weight. Debris
weights in riverine areas subject to floating ice typically range
from 1,000 lb (4.5 kN) to 4,000 lb (18.0 kN). In arid or semiarid
regions, typical woody debris may be less than 1,000 lb (4.5 kN).
In alluvial fan areas, nonwoody debris (stones and boulders) may

present a much greater debris hazard. Debris weights in coastal
areas generally fall into three classes: in the Pacific Northwest, a
4,000 lb (18.0 kN) debris weight due to large trees and logs can
be considered typical; in other coastal areas where piers and large
pilings are available locally, debris weights may range from
1,000 lb (4.5 kN) to 2,000 lb (9.0 kN); and in other coastal areas
where large logs and pilings are not expected, debris will likely
be derived from failed decks, steps, and building components and
will likely average less than 500 lb (2.3 kN) in weight.

Debris Velocity. The velocity with which a piece of debris
strikes a building or structure will depend upon the nature of the
debris and the velocity of the floodwaters. Small pieces of
floating debris, which are unlikely to cause damage to buildings
or other structures, will typically travel at the velocity of the
floodwaters, in both riverine and coastal flood situations. How-
ever, large debris, such as trees, logs, pier pilings, and other large
debris capable of causing damage, will likely travel at something
less than the velocity of the floodwaters. This reduced velocity of
large debris objects is due in large part to debris dragging along
the bottom and/or being slowed by prior collisions. Large
riverine debris traveling along the floodway (the deepest part
of the channel that conducts the majority of the flood flow) is
most likely to travel at speeds approaching that of the flood-
waters. Large riverine debris traveling in the floodplain (the
shallower area outside the floodway) is more likely to be
traveling at speeds less than that of the floodwaters, for those
reasons stated in the preceding text. Large coastal debris is also
likely to be traveling at speeds less than that of the floodwaters.
Eq. C5.4-3 should be used with the debris velocity equal to the
flow velocity because the equation allows for reductions in debris
velocities through application of a depth coefficient, CD, and an
upstream blockage coefficient, CB.

Duration of Impact. A detailed review of the available
literature (Kriebel et al. 2000), supplemented by laboratory
testing, concluded the previously suggested 1.0-s duration of
impact is much too long and is not realistic. Laboratory tests
showed that measured impact durations (from initial impact to
time of maximum force Δt) varied from 0.01 s to 0.05 s (Kriebel
et al. 2000). Results for one test, for example, produced a
maximum impact load of 8,300 lb (37,000 N) for a log weighing
730 lb (3,250 N), moving at 4 ft=s (1.2 m=s), and impacting with
a duration of 0.016 s. Over all the test conditions, the impact
duration averaged about 0.026 s. The recommended value for use
in Eq. C5.4-3 is therefore 0.03 s.

Coefficients CI, CO , CD , and CB . The coefficients are based in
part on the results of laboratory testing and in part on engineering
judgment. The values of the coefficients should be considered
interim, until more experience is gained with them.

The importance coefficient, CI , is generally used to adjust design
loads for the structure category and hazard to human life following
ASCE 7-98 convention in Table 1.5-1. Recommended values given
in Table C5.4-1 are based on a probability distribution of impact
loads obtained from laboratory tests in Haehnel and Daly (2001).

The orientation coefficient, CO, is used to reduce the load
calculated by Eq. C5.4-3 for impacts that are oblique, not head
on. During laboratory tests (Haehnel and Daly 2001) it was
observed that while some debris impacts occurred as direct or
head-on impacts that produced maximum impact loads, most
impacts occurred as eccentric or oblique impacts with reduced
values of the impact force. Based on these measurements, an
orientation coefficient of CO = 0.8 has been adopted to reflect the
general load reduction observed due to oblique impacts.

The depth coefficient, CD, is used to account for reduced debris
velocity in shallow water due to debris dragging along the
bottom. Recommended values of this coefficient are based on

Table C5.4-4 Values of Response Ratio for Impulsive Loads, Rmax

Ratio of Impact Duration to Natural
Period of Structure

Rmax (Response Ratio for Half-Sine
Wave Impulsive Load)

0.00 0.0
0.10 0.4
0.20 0.8
0.30 1.1
0.40 1.4
0.50 1.5
0.60 1.7
0.70 1.8
0.80 1.8
0.90 1.8
1.00 1.7
1.10 1.7
1.20 1.6
1.30 1.6

≥1.40 1.5

Source: Adapted from Clough and Penzien (1993).

FIGURE C5.4-2 Blockage Coefficient, CB
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typical diameters of logs and trees, or on the anticipated diameter
of the root mass from drifting trees that are likely to be encoun-
tered in a flood hazard zone. Kriebel et al. (2000) suggest that
trees with typical root mass diameters will drag the bottom in
depths of less than 5 ft (1.5 m), while most logs of concern will
drag the bottom in depths of less than 1 ft (0.30 m). The
recommended values for the depth coefficient are given in
Table C5.4-2 and Fig. C5.4-1. No test data are available to fully
validate the recommended values of this coefficient. When better
data are available, designers should use them in lieu of the values
contained in Table C5.4-2 and Fig. C5.4-1.
The blockage coefficient, CB, is used to account for the

reductions in debris velocities expected due to screening and
sheltering provided by trees or other structures within about 10
log lengths (300 ft, 91.4 m) upstream from the building or
structure of interest. Kriebel et al. (2000) quote other studies in
which dense trees have been shown to act as a screen to remove
debris and shelter downstream structures. The effectiveness of
the screening depends primarily on the spacing of the upstream
obstructions relative to the design log length of interest. For a
1,000-lb (453.6 kg) log, having a length of about 30 ft (9.1 m), it
is therefore assumed that any blockage narrower than 30 ft
(9.1 m) would trap some or all of the transported debris.
Likewise, typical root mass diameters are on the order of 3 to
5 ft (0.91 to 1.5 m), and it is therefore assumed that blockages of
this width would fully trap any trees or long logs. Recommended
values for the blockage coefficient are given in Table C5.4-3 and
Fig. C5.4-2 based on interpolation between these limits. No test
data are available to fully validate the recommended values of
this coefficient.
The maximum response ratio, Rmax, is used to increase or

decrease the computed load, depending on the degree of
compliance of the building or building component being struck
by debris. Impact loads are impulsive in nature, with the force
rapidly increasing from zero to the maximum value in time Δt,
then decreasing to zero as debris rebounds from the structure.
The actual load experienced by the structure or component will
depend on the ratio of the impact duration Δt relative to the
natural period of the structure or component, Tn. Stiff or rigid
buildings and structures with natural periods similar to the
impact duration will see an amplification of the impact load.
More flexible buildings and structures with natural periods
greater than approximately four times the impact duration will
see a reduction of the impact load. Likewise, stiff or rigid
components will see an amplification of the impact load; more
flexible components will see a reduction of the impact load.
Successful use of Eq. C5.4-3, then, depends on estimation of
the natural period of the building or component being struck
by flood-borne debris. Calculating the natural period can be
carried out using established methods that take building mass,
stiffness, and configuration into account. One useful reference
is Appendix C of ACI 349 (1985). Design professionals are also
referred to Chapter 9 of ASCE 7-10 for additional information.
Natural periods of buildings generally vary from approxi-

mately 0.05 s to several seconds (for high-rise, moment
frame structures). For flood-borne debris impact loads with
a duration of 0.03 s, the critical period (above which loads are
reduced) is approximately 0.11 s (see Table C5.4-4). Buildings
and structures with natural periods above approximately 0.11 s
will see a reduction in the debris impact load, while those with
natural periods below approximately 0.11 s will see an
increase.
Recent shake table tests of conventional, one- to two-story

wood-frame buildings have shown natural periods ranging
from approximately 0.14 s (7 Hz) to 0.33 s (3 Hz), averaging

approximately 0.20 s (5 Hz). Elevating these types of structures
for flood-resistant design purposes will act to increase these
natural periods. For the purposes of flood-borne debris impact
load calculations, a natural period of 0.5 to 1.0 s is recom-
mended for one- to three-story buildings elevated on timber
piles. For one- to three-story buildings elevated on masonry
columns, a similar range of natural periods is recommended.
For one- to three-story buildings elevated on concrete piles or
columns, a natural period of 0.2 to 0.5 s is recommended.
Finally, design professionals are referred to Section 12.8.2 of
this standard, where an approximate natural period for 1- to
12-story buildings (story height equal to or greater than 10 ft
[3 m]), with concrete and steel moment-resisting frames, can
be approximated as 0.1 times the number of stories.
Special Impact Loads. U.S. Army Corps of Engineers 1995

states that, absent a detailed analysis, special impact loads can be
estimated as a uniform load of 100 lb per ft (1.48 kN=m), acting
over a 1 ft (0.31 m) high horizontal strip at the design flood
elevation or lower. However, Kriebel et al. (2000) suggest that
this load may be too small for some large accumulations of debris
and suggests an alternative approach involving application of the
standard drag force expression

F = ð1=2ÞCDρAV2 (C5.4-4)

where

F = drag force due to debris accumulation, in lb (N)
V = flow velocity upstream of debris accumulation, in ft=s

(m=s)
A = projected area of the debris accumulation into the flow,

approximated by depth of accumulation times width of
accumulation perpendicular to flow, in ft2 (m2)

ρ = density of water in slugs=ft3 (kg=m3)
CD = drag coefficient = 1

This expression produces loads similar to the 100 lb=ft
(1.48 kN/m) guidance from U.S. Army Corps of Engineers
(1995) when the debris depth is assumed to be 1 ft (0.31 m)
and when the velocity of the floodwater is 10 ft=s (3 m=s). Other
guidance from Kriebel et al. (2000) and Haehnel and Daly (2001)
suggests that the depth of debris accumulation is often much
greater than 1 ft (0.31 m), and is only limited by the water depth
at the structure. Observations of debris accumulations at bridge
piers listed in these references show typical depths of 5 to 10 ft
(1.5 to 3 m), with horizontal widths spanning between adjacent
bridge piers whenever the spacing of the piers is less than
the typical log length. If debris accumulation is of concern, the
design professional should specify the projected area of the
debris accumulation based on local observations and experience,
and apply the preceding equation to predict the debris load on
buildings or other structures.
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CHAPTER C6

TSUNAMI LOADS AND EFFECTS

C6.1 GENERAL REQUIREMENTS

C6.1.1 Scope. The 2016 edition of the ASCE 7 Tsunami Loads
and Effects chapter is applicable only to the states of Alaska,
Washington, Oregon, California, and Hawaii, which are
Tsunami-Prone Regions that have quantifiable probabilistic
hazards resulting from tsunamigenic earthquakes with subduc-
tion faulting. The Tsunami Design Zone is the area vulnerable to
being flooded or inundated by the Maximum Considered
Tsunami, which is taken as having a 2% probability of being
exceeded in a 50-year period, or 1:2,475 annual probability of
exceedance. The Maximum Considered Tsunami constitutes the
design event, consisting of the inundation depths and flow
velocities taken at the stages of inflow and outflow most
critical to the structure (Chock 2015, 2016).

Other causes of local tsunamis include large landslides near the
coast or underwater and undersea volcanic eruptions. In Alaska,
there is a history of coseismic landslides generated in fjords
during major earthquakes; for this reason, the Tsunami Design
Zone Maps in Alaska represent the composite hazard of the local
tsunami as well as the offshore-generated tsunami. In these cases,
the two tsunamis are not simultaneous.

For other states, there is insufficient analysis at present to
reliably quantify the probabilistic hazard of landslide-induced
local tsunami. As of 2014, Probabilistic Tsunami Hazard Analy-
sis (PTHA) for submarine mass failure slides is ongoing for the
Gulf of Mexico. As of 2014, PTHA is lacking for some other
regions with historic tsunamis (such as Guam, Commonwealth of
the Northern Marianas, American Samoa, Puerto Rico, and U.S.
Virgin Islands), so these regions are not covered by ASCE 7-16.
However, for Tsunami Risk Category III and IV buildings and
other structures, it is recommended that there be consideration of
performing probabilistic site-specific tsunami hazard analysis to
use as a basis for implementing tsunami-resistant design with
these provisions.

Table C6.1-1 provides a general assessment of the exposure of
the five western states to tsunami hazard.

Because of the high hydrodynamic forces exerted by tsunamis,
one- and two-family dwellings and low-rise buildings of light-
frame construction do not survive significant tsunami loading, as
indicated by numerous post-tsunami forensic engineering sur-
veys of the major tsunami events of the past decade. Therefore, it
is not practical to include tsunami design requirements for these
types of low-rise structures. Impractical applications to low-rise
light-frame construction should be avoided. As is typical in
flood-prone regions, midrise light-frame construction can be
built on a pedestal structure to provide sufficient elevation to
enable a tsunami-resistant design.

The state or local government should determine a threshold
height for where tsunami-resilient design requirements for Risk
Category II buildings shall apply in accordance with the state or

local statute adopting the building code with tsunami-resilient
requirements. The height threshold should be chosen to be
appropriate for both reasonable Life Safety and reasonable
economic cost to resist tsunami loads. The threshold height
would depend on their community’s tsunami hazard, tsunami
response procedures, and whole community disaster resilience
goals. Considerations of evacuation egress time from a local
community would also be a consideration. When evacuation
travel times exceed the available time to tsunami arrival, there is a
greater need for vertical evacuation into an ample number of
nearby buildings. The inventory and design vintage of existing
taller buildings that may offer some increased safety can also be a
consideration for determining the shortfall of such possible
refuges. In summary, multiagency stakeholders in coordination
with emergency management and design and construction profes-
sionals should evaluate the tsunami risks to each local commu-
nity’s public safety and Critical Facilities for response and recov-
ery from the Maximum Considered Tsunami and should use that
information to rationally determine the threshold height of appli-
cation of the tsunami provisions to Risk Category II buildings.

The technique demonstrated by Carden et al. (2015) can be
used to evaluate the systemic level of tsunami resistance provided
by the ASCE 7 seismic design requirements. Past this point of
structural system parity between tsunami and seismic demand,
additional investment into the lateral-force-resisting system
would become necessary for tsunami resistance. For any struc-
ture, it may be necessary to provide enhanced local resistance of
structural components subjected to tsunami inundation, in accor-
dance with the provisions of Chapter 6, particularly if the tsunami
is close to a shipping port. As documented in Chock et al.
(2013a) and Carden et al. (2015), a 65-ft (19.8-m) building was
studied for guidance principally based on six factors:

1. 65-ft (19.8-m) -tall buildings of Type I construction subject
to the higher Seismic Design Category D requirements of
the United States would typically have sufficient systemic
strength for overall lateral tsunami forces.

2. Buildings of such height would be expected by the general
public to offer safety as a matter of common sense because
they would not anticipate U.S. buildings of that height
collapsing in a tsunami.

3. Conversely, if a more extreme height were selected, it
would imply that buildings of lesser heights are not capable
of resisting tsunami effects. Then the public would have an
improper justification to prohibit such building heights in
the Tsunami Design Zone, resulting in an economic taking
not based on technical merits, which would be contradic-
tory to factor No. 1.

4. In the 2011 Tohoku tsunami, the ASCE Tsunami
Loads and Effects Subcommittee and its Tohoku Tsunami
Reconnaissance Team, in consultation with Japanese
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researchers, does not know of any buildings of this height
that systemically collapsed, regardless of whether they were
designed as tsunami evacuation refuges (Chock et al. 2013b).

5. Foundations of such buildings would be more substantial in
size and mass, thus making them more resistive to localized
scour around the building.

6. International Building Code (IBC), International Code
Council, Inc. (2015), Table 503 has restrictions on Type
of Construction where 65 ft (19.8 m) is commonly used as
one of the thresholds over which Type I noncombustible
construction is required. (Number of stories is another
criterion, which may be even more restrictive.) Since
light-frame construction is typically less than 65 ft
(19.8 m) tall except for special exceptions to IBC Table
503, selecting this height does not affect most light-
frame construction. Although IBC Table 503 has typical
fire-resistant height thresholds of 65 ft (19.8 m), the fire-
resistant reasons for the IBC height limit do not necessarily
relate to the tsunami-resistant threshold.

The baseline study of 65-ft (19.8-m) height was predicated on
severe tsunami inundation depths of up to three stories, com-
mensurate to the Pacific Northwest and Alaska. Risk Category II
buildings of lesser height may also be designed for tsunamis,
with some increase in structural costs. In areas of California
south of Cape Mendocino, inundation depths are much lower,
and it would be increasingly practical for buildings of lesser
height to be tsunami-resilient. Therefore, coastal communities in
California may choose a threshold height of less than 65 ft
(19.8 m) and achieve tsunami safety with low-rise multistory
structures at nominal expense. The state of Hawaii has most of its
urban areas in regions of low to moderate seismicity. Accord-
ingly, there could be a height greater than 65 ft (19.8 m) in order
for seismic design to provide systemic strength sufficient by

parity for overall tsunami loads on the structure. Therefore, the
threshold height could be designated to be taller, or it could be
designated to be shorter, with the influence on systemic design
determined using the methods given in Chock et al. (2013a) and
Carden et al. (2015). From the above discussion, note that
structural engineering expertise is necessary to evaluate several
important technical factors relevant to the jurisdiction’s decision
to establish a threshold height of applicability for Risk Category
II buildings and structures.
Tsunami Risk Category II structures above the designated

height threshold, all Tsunami Risk Category III, and all Tsunami
Risk Category IV buildings and other structures are subject to
these requirements. Risk Category II buildings below the desig-
nated height threshold are not required to be designed for tsunami
loads. Accordingly, it is important for the community to have
Tsunami Evacuation Maps and operational response procedures,
recognizing the inventory of Risk Category II buildings not
designated to be designed for tsunami effects, which would
therefore be vulnerable to tsunami damage.
Mitigation of tsunami risk requires a combination of emer-

gency preparedness for evacuation in addition to providing
structural resilience of Critical Facilities, infrastructure, and key
resources necessary for immediate response and economic and
social recovery. Risk Category I and low-rise Risk Category II
buildings are not required to be designed against any tsunami
event because they are at a higher risk of being fully inundated
and collapsing during a major tsunami. Communities in the
Tsunami-Prone Region should be enabled with tsunami warning
systems and emergency operations plans for evacuation because
Risk Category I and low-rise Risk Category II buildings should
not be occupied during a tsunami. A tsunami warning and
evacuation procedure consists of a plan and procedure developed
and adopted by a community that has a system to act on a tsunami
warning from the designated National Oceanic and Atmospheric

Table C6.1-1 Exposure of the Five Western States to Tsunami Hazard

State Population at Direct Riska,b Profile of Economic Assets and Critical Infrastructure

California 275,000 residents plus another 400,000 to 2 million tourists; > $200 billion plus 3 major airports (SFO, OAK, SAN) and 1 military
port, 5 very large ports, 1 large port, 5 medium ports840 miles of coastline

Total resident population of area at immediate risk of post-tsunami
impactsc: 1,950,000

Oregon 25,000 residents plus another 55,000 tourists; 300 miles of coastline $8.5 billion plus essential facilities, 2 medium ports,1 fuel depot hub
Total resident population of area at immediate risk of post-tsunami

impactsc: 100,000

Washington 45,000 residents plus another 20,000 tourists; 160 miles of coastline $4.5 billion plus essential facilities, 1 military port, 2 very large ports,
1 large port, 3 medium ports

Total resident population of area at immediate risk of post-tsunami
impactsc: 900,000

Hawaii ∼200,000d residents plus another 175,000 or more tourists and
approximately 1,000d buildings directly relating to the tourism industry;

$40 billion, plus 3 international airports, and 1 military port, 1 medium
port, 4 other container ports, and 1 fuel refinery intake port,
3 regional power plants; 100 government buildings750 miles of coastline

Total resident population of area at immediate risk of post-tsunami
impacts: 400,000d

Alaska 105,000 residents, plus highly seasonal visitor count; > $10 billion plus international airport’s fuel depot, 3 medium ports,
plus 9 other container ports; 55 ports in total6,600 miles of coastline

Total resident population of area at immediate risk of post-tsunami
impactsc: 125,000

aWood (2007), Wood et al. (2007, 2013), Wood and Soulard (2008), and Wood and Peters (2015).
bLower bound estimates based on present evacuation zones.
cNational Research Council (2011). The total population at immediate risk includes those in the same census tract whose livelihood or utility and other services
would be interrupted by a major tsunami with this inundation.
dUpdated for exposure to great Aleutian tsunamis (modeling by University of Hawaii per Hawaii Emergency Management Agency).
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Administration (NOAA) tsunami warning center at all hours
using two independent means—a 24-hour operational site to
receive the warning and established methods of transmitting the
warning that will be received by the affected population—and
has established and designated evacuation routes for its citizens
to either high ground or to a designated Tsunami Vertical
Evacuation Refuge Structure. At present, the states of Alaska,
Washington, Oregon, California, and Hawaii already have
tsunami warning and evacuation procedures. A NOAA
TsunamiReady community would include this procedure. In
these states, it is recognized by federal, state, and local govern-
ments that mitigation of tsunami risk to public safety requires
emergency preparedness for evacuation.

The ASCE Board authorized the SEI and COPRI funding
necessary for Tsunami Design Zone mapping and Offshore
Tsunami Amplitude, within the project for this standard. In
2013, the NOAA National Tsunami Hazard Mitigation Program
(NTHMP) Modeling and Mapping Subcommittee convened a
Probabilistic Tsunami Hazard Analysis (PTHA) working group
and conducted a comparison of prototype probabilistic tsunami
inundation maps produced in 2013 by two independent research-
ers, including a team from the University of Washington as well as
the Pacific Marine Environmental Laboratory (PMEL) team per-
forming the work for ASCE, to validate the key procedures of the
PTHA methodology. The study was reviewed and advised by a
broad panel of experts of the Modeling and Mapping

Subcommittee of NTHMP. The USGS team involved in the
scientific consensus process for seismic source characterization
for the National Earthquake Hazards Reduction Program and
ASCE seismic maps were also included in this panel. State
geologists and tsunami modelers from all five western states also
participated. The results of this 2013–2014 peer review phase
(California Geological Survey, 2015) were incorporated into the
production process of the 2014–2015 ASCE 7 mapping project.
The PTHA methodology used to develop the Tsunami Design
Zone Maps is explained in Commentary Section C6.7.

The final step of the PTHA process involves the inundation
analysis to determine the runup. Runup geodata define the ground
elevation where the tsunami inundation reaches its horizontal
limit. The runup data set of ASCE includes these geocoded points
defining the locations and elevations of the runup. The inundation
limit on land is the smoothed extent line formed by these discrete
runup points, and the TsunamiDesign Zone essentially consists of
the land area between the inundation limit line and the coastline.
Review of the ASCE 7-16 Tsunami Design Zone Maps by the
Tsunami Loads and Effects Subcommittee also included compar-
ison with the results of two independent modelers conducting
region-specific work. ASCE 7-16 Tsunami Design Zone Maps for
Selected Locations provides 62 Tsunami Design Zone Maps
rendered in PDF format and downloadable from https://doi.org/
10.1061/9780784480748. The locations of these 62 maps are
indicated by circles in Figs. C6.1-1(a) to (i). For the purpose of

FIGURE C6.1-1(a) Alaska Location Key Plan, Including Seven Areas: Anchorage, Valdez, Seward, Yakutat, Homer, Admiralty Island—
Juneau, and Chicagof Island—Sitka

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 449

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.

https://doi.org/10.1061/9780784480748
https://doi.org/10.1061/9780784480748


FIGURE C6.1-1(b) Washington Location Key Plan, Including 10 Areas: Bellingham, Port Angeles, Everett, Seattle, Tacoma, Ocean Shores,
Aberdeen, Westport, Ocean Park, and Long Beach
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FIGURE C6.1-1(c) Oregon Location Key Plan, Including 10 Areas: Warrenton, Seaside, Cannon Beach, Rockaway Beach, Bay City,
Pacific City, Newport, Waldport, Yachats, and North Bend
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FIGURE C6.1-1(d) Northern California Location Key Plan, Including 11 Areas: Crescent City, Eureka, Fort Bragg, Richmond North Bay,
Port of Oakland, San Francisco, Oakland Airport, San Francisco Airport, Santa Cruz, Moss Landing, and Monterey
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FIGURE C6.1-1(e) Southern California Location Key Plan, Including 10 Areas: Cayucos, Morro Bay, Grover Beach, Santa Barbara, Port
Hueneme, Marina del Rey, Long Beach, Seal Beach, Newport Beach, and San Diego Bay and Mission Bay
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FIGURE C6.1-1(f) Island of Kauai, Hawaii, Location Key Plan, Including Two Areas: Kauai North Shore and Kauai East Shore

FIGURE C6.1-1(g) Island of Oahu, Hawaii, Location Key Plan, Including Six Areas: Haleiwa, Kaneohe, Kailua, Honolulu Airport to Ko Olina,
Waikiki to Honolulu Airport, and Diamond Head to Hawaii Kai
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FIGURE C6.1-1(h) Island of Maui, Hawaii, Location Key Plan, Including Three Areas: Lahaina to Kaanapali, Kahului, and Maalaea

FIGURE C6.1-1(i) Island of Hawaii, Hawaii, Location Key Plan, Including Three Areas: Kawaihae to Waikoloa, Hilo, and Kailua-Kona
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defining the Tsunami Design Zone, these PDF maps are consid-
ered equivalent to the results served from the ASCE 7 Tsunami
Design Geodatabase for the corresponding areas and are produced
with the runup, GIS point data, and Tsunami Design Zone data in
the Geodatabase.
ASCE 7-16 Tsunami Design Zone Maps for Selected Locations

also includes a report prepared for ASCE, “Probabilistic Tsunami
Design Maps for the ASCE 7-16 Standard,” that describes the
development of the 2,500-year probabilistic tsunami design zone
maps and is suitable as an accompanying user manual.
The key data sets of the ASCE Tsunami Design Geodatabase

are the runup points. These are organized by segments of
coastline for each of the five western states (the extent is shown
in Fig. C6.1-1(a) to (i)).
The ASCE Tsunami Design Geodatabase data is web-based

and does not require proprietary software (http://asce7tsunami.
online).
The effect of seismic subsidence, typically following the

recognized deformation model of Okada (1985) illustrated in
Fig. C6.1-1, is accounted for within the modeling used to develop
the mapped inundation limits of Fig. 6.1-1. Fig. C6.1-2 illustrates
the effects of relative sea level rise and seismic subsidence on
tsunami inundation. Note that in subduction regions, the long-
term trend of ground elevation may be uplift, but the engineer is
not to consider extrapolating this trend to reduce the design
inundation since the subduction earthquake mechanism will
result in this temporal uplift being eliminated by seismic
subsidence.
A general outline of the main steps in the tsunami analysis

and design requirements is given in Fig. C6.1-3.

C6.2 DEFINITIONS

The ASCE definitions were developed after a review of interna-
tional literature before 2013 that in general did not have uniform
consistency of tsunami terminology. In addition, some references
may utilize waveform terminology relevant to documenting the
local effects of historic tsunami but were not directly applicable
to the specification of a probabilistic tsunami for design purposes.
However, the publication of a revised tsunami glossary by the
Intergovernmental Oceanographic Commission (2013) should
lead to greater consistency, and the ASCE terminology is
compatible with that document.

In particular, as illustrated in Fig. 6.2-1, key terms for tsunami
definition are the Maximum Considered Tsunami, the Offshore
Tsunami Amplitude, inundation depth, runup elevation, and the
inundation limit.
This standard defines the size of a probabilistic Maximum

Considered Tsunami at a standardized offshore depth of 328 ft
(100 m), using its amplitude above or below the ambient sea
level. This level is different from the peak to trough tsunami
height. In site-specific tsunami hazard analysis, a Reference Sea
Level of Mean High Water Level is often used in models.
However, on land, the North American Vertical Datum 88, also
known as NAVD 88 (Zilkoski et al. 1992), is adopted as the
common reference datum for ground elevation and tsunami
runup elevations resulting from the Maximum Considered
Tsunami. By this datum, the “shoreline” is where the NAVD
88 elevation is zero. Outside the continental United States, other
adopted reference data may be used in practice, and the results of
a site-specific tsunami hazard analysis should be coordinated
with the appropriate local reference datum. Another key defini-
tion is Froude number, the nondimensionalized flow velocity; in
this chapter, when the Froude number is specified, the engineer
should recognize that this number is explicitly defining a pre-
scribed relationship of velocity as a function of inundation
depth.
As of the 2016 edition of this standard, the Tsunami-Prone

Region comprises the states of Alaska, Washington, Oregon,
California, and Hawaii; this region is subject to the addition
of other areas once further Probabilistic Tsunami Hazard
Analyses are performed that demonstrate runup of greater than
3 ft (0.914 m).

C6.3 SYMBOLS AND NOTATION

Particular tsunami design symbology for which the user may
desire clarification includes the following:

Vw = general volume of displaced water that the engineer
needs to calculate based on the loading condition and
structural configuration. The loading equations use the
symbol γ for weight density and ρ for mass density.
Generally, this notation clarifies and distinguishes the
fluid mechanics of hydrostatic effects from hydrodynam-
ic effects.

FIGURE C6.1-2 Effects of Relative Sea Level Change and Regional Seismic Subsidence on Tsunami Inundation
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C6.4 TSUNAMI RISK CATEGORIES

This standard classifies facilities in accordance with Risk Cate-
gories that recognize the importance or criticality of the facility.
In the tsunami chapter, further modified definitions of the Risk
Categories for Tsunami Risk Categories III and IV are included
with respect to specific occupancy/functional criteria. Critical
Facilities designated by local governments are included in
Tsunami Risk Category III. Essential facilities are included in
Tsunami Risk Category IV.

Critical Facilities are included in Tsunami Risk Category III
only if they are so designated by local governments, such as
power-generating stations, water-treatment facilities for potable

water, wastewater-treatment facilities, and other public utility
facilities not included in Risk Category IV. Critical Facilities
incorporate facilities needed for post-tsunami mission critical
functions or facilities that have more critical roles in community
recovery and community services. Essential Facilities are those
facilities necessary for emergency response. As approved by
the ASCE Board of Direction in 2013, ASCE Policy Statement
518 (2013b) states, “Critical infrastructure includes systems,
facilities, and assets so vital that their destruction or incapaci-
tation would have a debilitating impact on national security, the
economy or public health, safety, and welfare.” FEMA P-543
(2007) states, “Critical facilities comprise all public and private

FIGURE C6.1-3 General Organization of Chapter 6
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facilities deemed by a community to be essential for the
delivery of vital services, protection of special populations,
and the provision of other services of importance for that
community.” In general usage, the term “Critical Facilities” is
used to describe all structures or other improvements that,
because of their function, size, service area, or uniqueness,
have the potential to cause serious bodily harm, extensive
property damage, or disruption of vital socioeconomic activities
if they are destroyed or damaged, or if their functionality is
impaired.
Critical Facilities commonly include all public and private

facilities that a community considers essential for the delivery of
vital services and for the protection of the community. They
usually include emergency response facilities (fire stations,
police stations, rescue squads, and emergency operation centers,
or EOCs), custodial facilities (jails and other detention centers,
long-term care facilities, hospitals, and other health-care facili-
ties), schools, emergency shelters, utilities (water supply, waste-
water-treatment facilities, and power), communications facilities,
and any other assets determined by the community to be of
critical importance for the protection of the health and safety of
the population.
The number and nature of Critical Facilities in a community

can differ greatly from one jurisdiction to another, and these
facilities usually include both public and private facilities. In this
sense, each community needs to determine the relative impor-
tance of the publicly and privately owned facilities that deliver
vital services, provide important functions, and protect special
populations.
A number of Essential Facilities do not need to be included in

Tsunami Risk Category IV because they should be evacuated
before the tsunami arrival. This includes fire stations, ambulance
facilities, and emergency vehicle garages. These facilities may be
necessarily located within the Tsunami Design Zone because
they must serve the public interest on a timely basis, but
designing the structures for tsunami loads and effects could be
prohibitively expensive with minimal benefit to the resilience of
the community. The evacuated emergency response resources
would still be available after the tsunami. Also not included in
Tsunami Risk Category IV are earthquake and hurricane shelters
because these types of shelters for other hazards are not to be
used during a tsunami. Earthquake shelters in particular are
postdisaster mass care facilities, since earthquakes have no
effective pre-event warning. As such, these earthquake shelters
do not serve any purpose for tsunami evacuation refuge before
the arrival of tsunami. Emergency aircraft hangars are also
not included in Tsunami Risk Category IV because these
aircraft would need to be deployed outside of the inundation
zone to ensure that they are functional after the tsunami. In
coordination with the jurisdiction’s emergency response and
recovery plan, certain facilities could be considered for designa-
tion as Tsunami Risk Category II or III, if they are deemed not
uniquely required for postdisaster operations or where such
functionality can be sufficiently provided from a post-tsunami
alternative facility.
Tsunami Vertical Evacuation Refuge Structures are included

in Tsunami Risk Category IV because of their function as a safe
refuge for evacuees during the tsunami. If health-care facilities
with 50 or more resident patients are for some reason located in
the Tsunami Design Zone, it is recommended that such facilities
should also be designed in accordance with Tsunami Risk
Category IV rather than Risk Category III. The height of the
structure must afford a sufficient number of elevated floor levels
for patient vertical evacuation, similar to a Tsunami Vertical
Evacuation Refuge Structure because of the difficulty with

evacuating assisted living patients in a timely manner before
inundation.

C6.5 ANALYSIS OF DESIGN INUNDATION DEPTH
AND FLOW VELOCITY

There are two procedures for determining the inundation depth
and velocities at a site: (1) Energy Grade Line Analysis, which
takes the runup elevation and inundation limit indicated on the
Tsunami Design Zone Map as the target solution point of a
hydraulic analysis along the topographic transect from the shore-
line to the point of runup; and (2) a site-specific inundation
analysis of at least depth-averaged two-dimensional numerical
modeling that uses the Offshore Tsunami Amplitude, the wave
period that is a conserved property(during shoaling, the timescale
of the overall tsunami wave hardly changes), and other waveform
parameters as the input to a numerical simulation that includes a
high-resolution Digital Elevation Model.
Energy Grade Line Analysis, which has been developed to

produce conservative design flow parameters, is always per-
formed for Tsunami Risk Category II, III, and IV structures. The
site-specific inundation analysis procedure may or may not be
required, depending on the structure Tsunami Risk Category.
Site-specific inundation analysis is not required, but may be
used, for Tsunami Risk Category II and III structures. The site-
specific inundation analysis procedure is performed for Tsunami
Risk Category IV structures unless the Energy Grade Line
Analysis shows the inundation depth to be less than 12 ft
(3.66 m) at the structure. However, Tsunami Vertical Refuge
Structures shall always use site-specific inundation analysis,
regardless of the inundation depth produced by the Energy
Grade Line Analysis.
A precise computer simulation can capture two-dimensional

flow and directionality effects that a linear transect analysis
cannot, and so it is particularly useful as an additional due
diligent investigation of flow characteristics for Risk Category
IV structures. However, supposedly exact numerical codes do
not include any allowance whatsoever for the uncertainty of the
modeling technique, which may lead to underestimation of flow
speed. The fundamental responsibility of engineering philosophy
requires consideration of the consequences of underestimation to
the risk of design failure, as opposed to the academic scientific
philosophy that seeks the best mean value rendered with high
precision without the burden of other concerns. The less precise
Energy Grade Line Analysis developed by the ASCE Tsunami
Loads and Effects Subcommitteee purposely includes that allow-
ance for uncertainty, as well as providing a solution in the
familiar context of well-established engineering hydraulic funda-
mentals that can aid an engineer’s judgment. Therefore, the
Energy Grade Line Analysis provides a measure of engineering
statistical reliability that is used for establishing a proportion of
the Energy Grade Line Analysis as a “floor value” below which
various numerical model simulation techniques should not
fall, particularly for flow velocity. To establish the appropriate
statistical allowance and conservative bias in the Energy Grade
Line Analysis method, 36,000 trial numerical code simulations
were performed versus the Energy Grade Line Analysis method.
Without this limitation, as is stated in Section 6.7.6.8, there
would have been inconsistent reliabilities between the two
methods. That is why for Risk Category IV structures of inher-
ently high value, both techniques are valuable to perform, but for
quite distinctly different but important reasons (two-dimensional
flow characteristics and flow speed).
Table C6.5-1 indicates the necessary inundation depth and

flow velocity analysis procedures in accordance with Section 6.5
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for each Tsunami Risk Category, for locations shown in the
Tsunami Design Zone Map of Fig. 6.1-1.

Table C6.5-2 indicates the necessary inundation depth and
flow velocity analysis procedures in accordance with Section 6.5
per Tsunami Risk Category for locations where the inundation
limit is not shown in the Tsunami Design Zone Map of
Fig. 6.1-1 but where the Offshore Tsunami Amplitude is shown
in Fig. 6.7-1.

In certain regions and topographies, for example, in remote
areas of Alaska, detailed inundation limit mapping is not avail-
able. Where no inundation limit map is available from the
Authority Having Jurisdiction, a runup based on the factor given
in Eq. (6.5-2), multiplied by the Offshore Tsunami Amplitude,
can be used with the Energy Grade Line Analysis for Tsunami
Risk Category II and III structures. The guidance of estimating
runup elevation by this approximate factor multiplied by the
Offshore Tsunami Amplitude is derived from Japanese research
reported in Murata et al. (2010), together with runup relations
developed by Synolakis (1986), Li (2000), and Li and Raichlen
(2001, 2003); numerical simulations; and field observations from
the 2011 Tohoku-Oki tsunami.

Since a large volume of literature exists on the prediction of
tsunami runup by analytical methods, by laboratory experiments,

and by numerical modeling, a method based on peer-reviewed
literature may be used to refine the prediction of runup in certain
cases. In these cases, the shoreline topography, Nearshore Profile
Slope Angle, and offshore bathymetry should correspond to
design conditions. Li and Raichlen (2001, 2003) present analyti-
cal expressions for calculating runup of solitary waves under
breaking and nonbreaking conditions; Madsen and Schäffer
(2010) summarize analytical expressions for runup of nonsolitary
wave shapes such as N-waves and transient wave trains; and
Didenkulova and Pelinovsky (2011) address runup amplification
of solitary waves in U-shaped bays.

Fig. C6.5-1 is primarily based on runup relations developed by
Li and Raichlen for nonbreaking and breaking waves to predict
the ratio of runup, R, to Offshore Tsunami Amplitude, HT , as a
function of Φ, the Nearshore Profile Slope Angle. The experi-
ments were conducted for Nearshore Profile Slope Angles less
than 1:50 and show a peak runup ratio near 4 and decreasing
runup for shallow slopes. The envelope curve represents nearly
an upper bound of predicted runup for the range of wave heights
[16.4 ft to 65.6 ft (5 m to 20 m)], 0.05 ≤ HT∕ho ≤ 0.2 in areas
where no inundation limit has been mapped. Fig. C6.5-1 shows
the runup relations used to determine the envelope curve. The
maximum value of R∕HT = 4.0 follows the guidance from

Table C6.5-1 Inundation Depth and Flow Velocity Analysis Procedures Where Runup Is Given in Fig. 6.1-1

Analysis Procedure Using the
Tsunami Design Zone Map of
Fig. 6.1-1

Tsunami Risk Category (TRC) Structure Classification

TRC II TRC III TRC IV (excluding TVERS)

TRC IV—Tsunami Vertical
Evacuation Refuge
Shelter (TVERS)

Section 6.5.1.1 (R∕HT

Analysis)
Not permitted Not permitted Not permitted Not permitted

Section 6.6 (Energy Grade
Line Analysis)

✓ ✓ ✓ ✓

If MCT inundation depth≤3 ft
(0.914 m)a, Chapter 6 does
not apply

If MCT inundation depth≤3 ft
(0.914 m)a, Chapter 6 does
not apply

Section 6.7 (Site-Specific
Analysis)

Permitted; Permitted; ✓ ✓

if MCT inundation depth ≤3 ft
(0.914 m)a, Chapter 6 does
not apply

if MCT inundation depth ≤3 ft
(0.914 m)a, Chapter 6 does
not apply

Required if Energy Grade Line
Analysis inundation depth
≥12 ft (3.66 m)a

Notes: ✓ indicates a required procedure. MCT means Maximum Considered Tsunami.
aMCT inundation depth including sea level rise component, per Section 6.5.3.

Table C6.5-2 Inundation Depth and Flow Velocity Analysis Procedures Where Runup Is Calculated from Fig. 6.7-1

Analysis Procedure

Tsunami Risk Category (TRC) Structure Classification

TRC II TRC III

TRC IV
(excluding
TVERS)

TRC IV—Tsunami Vertical
Evacuation Refuge
Shelter (TVERS)

Section 6.5.1.1 (R∕HT )
Analysis

✓ ✓ Not
permitted

Not permitted

Section 6.6 (Energy
Grade Line Analysis)

✓ ✓ ✓ ✓

If MCT inundation depth ≤3 ft
(0.914 m)a, Chapter 6 does not apply

If MCT inundation depth ≤3 ft
(0.914 m)a, Chapter 6 does not apply

Section 6.7 (Site-Specific
Analysis)

Permitted; Permitted; ✓ ✓

if MCT inundation depth ≤3 ft
(0.914 m)a, Chapter 6 does not apply

if MCT inundation depth ≤3 ft
(0.914 m)a, Chapter 6 does not apply

Notes: ✓ indicates a required procedure. MCT means Maximum Considered Tsunami.
aMCT inundation depth including sea level rise component, per Section 6.5.3.
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Murata et al. (2010). The minimum value of R∕HT = 3.0 is based
on field observations from the 2011 Tohoku-Oki tsunami, as well
as output from numerical models.
Fig. C6.5-2 presents the envelope equation of Fig. C6.5-1

together with field observations from the 2011 Tohoku tsunami
and the results of numerical and physical models of real and
idealized runups, together with a large catalog of simulated

runups for 36,000 possible combinations of Nearshore Profile
Slope Angle and onshore topography. The field and numerical
model data suggest that the relation between runup and Offshore
Tsunami Amplitude is not greatly reduced as Nearshore Profile
Slope Angle increases. In addition, the shallow slopes (high
values of cot Φ) observed in the field fall outside of the range
possible in physical experiments.
In coastal engineering practice, wave runup is commonly

analyzed using a dimensionless parameter called surf similarity,
or Iribarren number. The surf similarity parameter characterizes
runup using a combination of wave steepness and slope that
governs the way the wave evolves as it passes from offshore to
onshore. Surf similarity parameter has been applied to tsunamis
by Madsen and Schäffer (2010), Hughes (2004), and others. Use
of the surf similarity parameter for runup is consistent with
coastal engineering design worldwide.
Surf similarity parameter, ξ100, for this application to tsunami

engineering is defined as follows:

ξ100 =
TTSU

cotðΦÞ
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
g∕2πHT

p
(C6.5-1)

where Φ is the mean slope angle of the Nearshore Profile taken
from the 328-ft (100-m) water depth to the Mean High Water
Level elevation along the axis of the topographic transect for
the site. HT is the offshore tsunami amplitude, and TTSU is the
wave period of the tsunami at 328-ft (100-m) water depth.
Runup ratios from field observations, as well as from physical
and numerical modeling, are shown as a function of ξ100 in
Fig. C6.5-3 together with an envelope curve that encompasses
most of the data. Outliers are in areas where wave focusing is
expected to occur and for Monte Carlo simulations with very
small crest heights relative to troughs, which alters relative
runup values.
Using the surf similarity parameter allows for a reduction in

the relative runup height for cases where surf similarity parameter
is less than 6 or greater than 20. For the field values presented in
Fig. C6.5-3, 30% of the surf similarity values fall into the range
that would allow for a reduction in relative runup height below
the value of 4.

C6.5.3 Sea Level Change. Sea level rise has not been
incorporated into the Tsunami Design Zone Maps, and any
additive effect on the inundation at the site should be
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explicitly evaluated. The approach taken for consideration of the
effects of sea level rise is consistent with that given by the
U.S. Army Corps of Engineers (2013). For a given Maximum
Considered Tsunami, the runup elevation and inundation depth at
the site are increased by at least the future projected relative sea
level rise during the design life of the structure. The minimum
design lifecycle of 50 years can be exceeded by the physical life
span of many structures. Relative sea level change for a particular
site may result from ground subsidence and long-term erosion,
and change in local temperature of the ocean causing thermal
expansion, as well as possible global effects by melting of ice
sheets. Note that as the ASCE provisions for tsunami may later
incorporate other areas with more significant relative sea level rise
because of greater geologic (nonseismic) subsidence, this section
on sea level rise would be more important. An example of this
would be American Samoa and the other Pacific insular states
and territories in the western Pacific Ocean associated with the
United States, particularly where the habitable terrain elevation
is low.

Historical sea level change trends over the past 150 years
can be obtained from the NOAA Center for Operational
Oceanographic Products and Services, which has been measur-
ing sea level at tide stations along the U.S. coasts. Changes in
local relative mean sea level (MSL) have been computed at 128
long-term water level stations using a minimum span of 30 years
of observations at each location (http://tidesandcurrents.noaa.
gov/sltrends/: “Tide gauge measurements are made with respect
to a local fixed reference level on land; therefore, if there is some
long-term vertical land motion occurring at that location, the
relative MSL trend measured there is a combination of the global
sea level rate and the local vertical land motion.”)

C6.6 INUNDATION DEPTHS AND FLOW VELOCITIES
BASED ON RUNUP

C6.6.1 Maximum Inundation Depth and Flow Velocities
Based on Runup. Calculated flow velocities are subject to
minimum and maximum limits based on observational data
from past tsunamis of significant inundation depth. The upper
limit of 50 ft∕s (15.2 m∕s) in Section 6.6 already includes a 1.5
factor on the velocity that is greater than any on-land flow
velocity that the committee has examined from field or video
evidence. The flow velocity upper limit is therefore applicable
subsequent to any flow amplification factors caused by
obstructions in the built environment, per Sections 6.6.5,
6.7.6.6, or 6.8.5.

In a Monte Carlo simulation of hundreds of variations of
terrain profiles where the Energy Grade Line Analysis was
compared to numerical models, it was found that cases of
negative terrain slope gradient would cause the Energy Grade
Line Analysis to fail to converge on a solution. To deal with the
possibility of such cases in which local downslope acceleration
of flow would occur, but to retain the simplicity of the analysis, a
conservative adjustment of the runup elevation is prescribed in
method 2 of Section 6.6.1, which essentially increases the energy
grade line. Alternatively, a site-specific inundation analysis may
be performed per method 1 of Section 6.6.1.

C6.6.2 Energy Grade Line Analysis of Maximum
Inundation Depths and Flow Velocities. The coastline can
be approximated in behavior by the use of one-dimensional
linear transects of a composite bathymetric and/or topographic
profile. The tsunami inundation design parameters of inunda-
tion depth and flow velocities are determined by an energy
analysis approach. In the Energy Grade Line Analysis,

hydraulic analysis using Manning’s coefficient for equivalent
terrain macroroughness is used to account for friction along with
the profile comprised of a series of one-dimensional slopes, to
determine the variation of depth and velocity-associated
inundation depth across the inland profile. Velocity is
assumed to be a function of inundation depth, calibrated to
the prescribed Froude number u∕

pðghÞ at the shoreline and
decreasing inland. The specified incremental horizontal distance
maximum spacing of 100 ft (30.5 m) is necessary for accuracy of
the hydraulic analysis.

The Energy Grade Line Analysis is based on rational hydraulic
principles for a one-dimensional transect flow assumption, so
it is not the same analysis technique as performed by a two-
dimensional (2D) flow numerical simulation. The Energy Grade
Line Analysis is simple and it is inherently less precise, but is
statistically conservative for use as a practical design tool that can
be performed by the engineer. One additional conservatism is to
use the actual roughness of the terrain in the energy method
rather than a “bare-earth” assumption. Also the parameters of
“maximum” depth and flow speed are associated with the
prescriptive Load Cases that define the combinations derived
from these “maximum” flow parameters. When the actual rough-
ness of the terrain is used in the energy method, it takes a greater
initial energy at the shoreline in order to reach the runup.
Therefore, conceptually, the energy at the shoreline in the
prescriptive method is implicitly greater than the energy value
used in the 2D inundation model run on “bare earth.” The benefit
of this approach is that it produces conservative design values
and it implicitly accounts for flow amplification that occurs
through the built environment (which the standard 2D inundation
model technique does not consider). The 328-ft (100-m) depth is
where the waveform based on Probabilistic Tsunami Hazard
Analysis can be regionally characterized along the coastline. The
Tsunami Design Zone Maps of this standard have been devel-
oped from a Probabilistic Tsunami Hazard Analysis (PTHA)
using the NOAA Pacific Marine Environmental Laboratory
(PMEL) short-term inundation forecasting for tsunamis (SIFT),
method of splitting tsunamis (MOST), and community model
interface for tsunamis (ComMIT) model for the 2D inundation
analysis. The Tsunami Design Zone Maps have been produced to
ensure that the inundation limit and runup elevation and the
extent of the hazard zone are generally not underestimated. The
Energy Grade Line Analysis uses this input so that the flow
characteristics at the site are not severely underestimated for
design purposes. The statistical level of conservatism has been
verified by doing many thousands of simulations to compare the
energy method with time history outputs from the primary types
of numerical inundation models.

The Energy Grade Line Analysis stepwise procedure consists
of the following steps:

1. Obtain the runup and inundation limit values from the
Tsunami Design Zone Map generated by the ASCE
Tsunami Design Geodatabase.

2. Approximate the principal topographic transect by a
series of x–z grid coordinates defining a series of seg-
mented slopes, in which x is the distance inland from the
shoreline to the point and z is the ground elevation of the
point. The horizontal spacing of transect points should be
less than 100 ft (30.5 m), and the transect elevations
should be obtained from a topographic Digital Elevation
Model (DEM) of at least 33-ft (10-m) resolution.

3. Compute the topographic slope, ϕi, of each segment as the
ratio of the increments of elevation and distance from
point to point in the direction of the incoming flow.
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4. Obtain the Manning’s coefficient, n, from Table 6.6-1 for
each segment based on terrain analysis.

5. Compute the Froude number at each point on the transect
using Eq. (6.6-3).

6. Start at the point of runup with a boundary condition of
ER = 0 at the point of runup.

7. Select a nominally small value of inundation depth
[∼0.1 ft (0.03 m)] hr at the point of runup.

8. Calculate the hydraulic friction slope, si, using Eq. (6.6-2).
9. Compute the hydraulic head, Ei, from Eq. (6.6-1) at

successive points toward the shoreline.
10. Calculate the inundation depth, hi, from the hydraulic

head, Ei.
11. Using the definition of Froude number, determine the

velocity u. Check against the minimum flow velocity
required by Section 6.6.1.

12. Repeat through the transect until the h and u are calculated
at the site. These are used as the maximum inundation
depth, hmax, and the maximum velocity, umax, at the site.

Load Cases based on these parameters are defined in
Section 6.8.3.1. The inundation elevation is also determined
from the inundation depth plus the ground elevation.
The Energy Grade Line Analysis algorithm and an example

calculation for a portion of a transect follows in Fig. C6.6-1
and C6.6-2.
The effects of any sea level rise are to be added to the

inundation depth results of the Energy Grade Line Analysis, per
Section 6.5.3.

C6.6.3 Terrain Roughness. Terrain macroroughness is
represented by Manning’s coefficient (Kotani et al. 1998 and
Shimada et al. 2003). Note that for the Energy Grade Line
Analysis, a higher value of roughness is conservative because
it requires a greater incident energy budget (of h0 þ U2

0∕2g) to
overcome the frictional losses in reaching the given runup
elevation. For site-specific inundation analysis to calculate the
runup elevation and inundation limit, the opposite is true, in that
lower friction allows the inundation to reach a higher point.
Table 6.6-1 provides values of Manning’s coefficient, n, based

on land use to represent equivalent roughness. Where an area
is predominantly light-frame residential houses, which will not
resist tsunami flow, it is advisable to use the coefficient of
roughness for “all other cases.” Where building obstructions are
enclosed structures of concrete, masonry, or structural steel
construction, Aburaya and Imamura (2002) and Imamura
(2009) indicate that n varies with the coverage density of such
buildings expressed as a coverage percentage, θ, their width, w,
and the inundation depth, D, in accordance with the following
equation, in which n0 is 0.025 and CD is 1.5:

n=

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
n20 þ

CD

2gw
×

θ
100 − θ

× D4∕3

s

Generally, values of n greater than 0.040 result where the
urban density θ is greater than 20%. For densities of 80% or
more, values of n can approach 0.10. Studies by the Tsunami
Loads and Effects Subcommittee indicate that it is not necessary
to use values of Manning’s roughness greater than 0.050 in the
Energy Grade Line Analysis. Values of n greater than 0.050
result in much higher statistical conservatism in calculated
momentum flux by the Energy Grade Line Analysis, compared
to numerical solutions.

C6.6.4 Tsunami Bores. The criteria for the occurrence of bores
consist of a complex interaction of the tsunami waveform and the
coastal bathymetry, which can be determined through site-
specific inundation numerical modeling. One such condition
described in the literature arises where soliton fission waves
are generated by shoaling over a long bathymetric slope of
approximately 1∕100 or milder (Murata et al. 2010; Madsen
et al. 2008). These packets of shorter period waves on the front
face of the long-period tsunami then break into a series of bores
where the soliton amplitude over depth ratio reaches 0.78 to 0.83.
Another case occurs where a shoaling tsunami encounters an
abruptly rising seabed floor, such as a fringing shallow reef.

C6.7 INUNDATION DEPTHS AND FLOW VELOCITIES
BASED ON SITE-SPECIFIC PROBABILISTIC
TSUNAMI HAZARD ANALYSIS

A method of Probabilistic Tsunami Hazard Analysis has been
established in the recognized literature that is generally consistent
with Probabilistic Seismic Hazard Analysis in the treatment of
uncertainty.
The basics of Probabilistic Tsunami Hazard Analysis for a

region are as follows:

1. Tsunamigenic subduction zones and nonsubduction seis-
mic thrust faults are discretized into a compiled system of
rectangular subfaults, each with corresponding tectonic
parameters.

2. Tsunami waveform generation is modeled as a linear
combination of individual tsunami waveforms, each
generated from a particular subfault, with a set sequence
of subfaults used to describe the earthquake rupture in
location, orientation, and rupture direction and sequence.

3. A statistically weighted logic tree approach is used to
account for epistemic uncertainties in the tectonic para-
meters. The logic tree model parameters are developed from
available tectonic, geodetic, historical, and paleotsunami
data and estimated plate convergence rates. A probability
distribution is used to account for aleatory uncertainties
(i.e., intrinsic variability in each actual earthquake event).

4. Each individual tsunami waveform is propagated in deep
water to 328-ft (100-m) depth using linear long-wave
equations to take into account spatial variations in seafloor
depth. This set of precomputed individual tsunami wave-
forms is combined in a linear fashion (i.e., Green’s function
approach) for subsequent analysis.

5. At the 328-ft (100-m) depth, determine the highest
offshore wave heights and develop wave height, period,
and waveform parameters for the design level exceedance
of the 2,475-year tsunami event. The still-water level may
be considered to be at the Reference Sea Level for this
purpose.

6. Disaggregate (i.e., separate out for use in subsequent
analysis) the seismic sources and associated moment mag-
nitudes that together contribute at least 90% to the net
offshore tsunami hazard at the site under consideration for
the design level mean recurrence interval.

7. Use nonlinear shallow-water wave equations to trans-
form each disaggregated tsunami event, or the Hazard-
Consistent Tsunami event(s) (see below) from
328-ft (100-m) depth toward the shore to determine the
associated maximum inundation.

8. Analyze each tsunami event from the disaggregated sample
to determine flow parameters for the site of interest.
Manning’s coefficient for equivalent terrain
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macroroughness is used to account for friction. Maximum
runup, inundation depth, flow velocity, and/or specific
momentum flux at the site of interest is permitted to be
evaluated by either of the following techniques:
a. Determine the Hazard-Consistent Tsunami as one or

more surrogate events that replicate the weighted aver-
age waveform corresponding to the offshore wave
height for the return period. The inundation limit for
the Hazard-Consistent Tsunami shall match the area
that is inundated by tsunami waves from all the dis-
aggregated major source zones for that particular return
period. Flow parameters at the site of interest shall
be determined from the Hazard-Consistent Tsunami
waveform.

b. Develop the probabilistic distributions of flow para-
meters from the disaggregated sample of computed
tsunamis and construct the statistical distributions of
flow parameters for at least three critical Load Cases.

9. From the probabilistic events, capture the design flow
parameters of inundation depth, flow velocity, and/or
specific momentum flux at the site of interest.

Data referenced in Section 6.7 are provided by ASCE.
The ASCE Tsunami Design Geodatabase is version-specific
for the application of each edition of ASCE 7, and the user
of the standard should take care to select the proper data

set as appropriate for the building code adopted by the
jurisdiction.

The ASCE Tsunami Design Geodatabase of geocoded refer-
ence points of offshore 328-ft (100-m) depth; Tsunami Ampli-
tude, HT ; and Predominant Period, TTSU, of the Maximum
Considered Tsunami are available at the ASCE website at
http://asce7tsunami.online, including the following data sets:

• Offshore tsunami amplitude with predominant period and
• Disaggregated hazard source contribution figures.

The GIS digital map layers of probabilistic subsidence are
available in the ASCE Tsunami Design Geodatabase at http://
asce7tsunami.online.

An example of the ASCE Tsunami Design Geodatabase of
Offshore Tsunami Amplitude, Predominant Wave Period, and
geocoded location of a database point is shown in Fig. C6.7-1.

C6.7.1 Tsunami Waveform. The waveform prescribed here is
a sum of two solitons, one with a positive and one with a negative
amplitude. This pair reflects (1) the case where the leading wave
has a positive amplitude, and (2) the case where the largest
(positive) amplitude wave follows a large trough wave. Because
tsunamis consist of multiple waves interacting with the coastal
bathymetry, both cases of leading or trailing depression
waveforms are to be considered; the range of parameter a2
shall also be considered in developing the suite of waveforms

FIGURE C6.7-1 Example of the Offshore Tsunami Amplitude from the ASCE Tsunami Design Geodatabase (amplitude in feet,
period in minutes)
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to be analyzed by inundation modeling. The parameters a1, a2, and
TTSU can be obtained from the map (Fig. 6.7-1) or from Table 6.7-1,
which provides a more regionalized model based on Fig. 6.7-1. The
values of Table 6.7-1 were compiled from a series of scenarios
modeled for each of the five western states, in which the maxima of
the offshore wave amplitudes of the crest and trough were sampled
at offshore locations at 328-ft (100-m) depth.

C6.7.2 Tsunamigenic Sources. Tsunamigenic sources that
affect the Pacific states have been identified through historical
records as well as systematic modeling of all circum-Pacific
subduction zones. Maximum magnitudes were derived from
perceived maximum dimensions for future earthquake ruptures
and scaling relations between dimensions and magnitude.

C6.7.3 Earthquake Rupture Unit Source Tsunami Functions
for Offshore Tsunami Amplitude. For the computation of
offshore amplitudes (e.g., at the 328-ft or 100-m depth contour),
the principle of linearity is used to compute tsunami waves as a
summation of precomputed waves for smaller subsources, which in
total make up the intended earthquake rupture.

C6.7.4 Treatment of Modeling and Natural
Uncertainties. Aleatory uncertainty is the uncertainty that
arises because of unpredictable variability in the performance
of the natural system being modeled. Epistemic uncertainty is the
uncertainty that arises because of lack of knowledge of the
physical mechanism of the natural system being modeled.
Typically, aleatory uncertainties are represented in probabilistic
analysis in the form of probability distribution functions, whereas
epistemic uncertainties are included in the form of (weighted)
alternative logic tree branches. The technique for a one-sigma
allowance is specified in order that numerical modeling provide
a Hazard-Consistent Tsunami waveform that accounts for
uncertainty in tsunami amplitude. It is a key component of
PTHA to include a reliability factor.

C6.7.5 Offshore Tsunami Amplitude. The 328-ft (100-m)
depth contour was chosen because tsunami waves behave
linearly in deeper water, which allows for rapid calculation
of tsunami waveforms, which enables a comprehensive
probabilistic approach. The 328-ft (100-m) depth was selected
to minimize the amount of nonlinear shoaling caused by such
things as the Nearshore Profile, embayment amplification, and
resonance effects. The Offshore Tsunami Amplitude at this
reference depth represents with more clarity the probabilistic
tsunami amplitude values for an area that do not vary
dramatically parallel to the shoreline. To use a fully shoaled
tsunami wave amplitude at the shoreline would result in more
difficulty in verifying or calibrating whether other site-specific
models have actually used a Hazard-Consistent Tsunami because
the waveform has become more complex at the shoreline, and in
certain cases, it may have broken into a series of bores; for these
reasons, the tsunami amplitudes have large spatial variation in the
nearshore regime. It would also not be possible at the shoreline to
specify regional waveform parameters, such as in Table 6.7-1 at
the 328-ft (100-m) depth that would be valid in all nearshore
regimes. The Offshore Tsunami Amplitude and associated
parameters of Section 6.7 are calibrated to the 2,475-year
hazard level, and the primary purpose of this information is
to support site-specific inundation analysis of Tsunami
Risk Category IV structures, where more detailed spatial
bathymetry and topography are used with a 2D inundation
model software code to develop flow parameters at the site. It
is called a 2D model because the third vertical dimension of flow
speed is depth-averaged, but it uses a 3D spatial digital raster
representation of the terrain.

C6.7.5.1 Offshore Tsunami Amplitude for Distant Seismic
Sources. An efficient way to compute probabilistic tsunami
exceedance amplitudes is by precomputing tsunami time
series (Green’s functions) for a suite of subsources with unit
slip (e.g., 3.28 ft or 1 m) that together can be used to represent
actual slip distribution on a larger fault. The resultant tsunami
time series is then a summation of the individual Green’s
functions, which are each multiplied by the actual slip relative
to the unit slip for each subsource. Examples of this process are
given in Thio et al. (2010) and Gica et al. (2008).

C6.7.5.2 Direct Computation of Probabilistic Inundation
and Runup. For local sources, it is necessary to compute a
suite of scenarios, which represent a probabilistic distribution,
taking into account aleatory uncertainties in such things as slip
distribution, magnitudes, and tide levels. The ground subsidence
should be taken into account in the actual tsunami calculations.
The surface deformation can be computed using a variety of
algorithms that compute the elastic response of a medium caused
by slip on a fault.

C6.7.6 Procedures for Determining Tsunami Inundation
and Runup

C6.7.6.1 Representative Design Inundation Parameters.
These parameters have been shown to be relevant for the
estimation of different types of tsunami impact.

C6.7.6.2 Seismic Subsidence before Tsunami Arrival. The
uplift and subsidence during an earthquake that generates the
tsunami also causes vertical changes to the coastal topography,
and this change needs to be taken into account for modeling
local tsunamis directly from the source. The effect of seismic
subsidence follows the recognized deformation model of
Okada (1985) illustrated in Fig. C6.7-2. The subsidence can
be considered instantaneous, and it occurs before the arrival of
the tsunami waves. Fig. 6.7-3 is the 2,475-year subsidence
map, which also identifies which areas are governed by the
local coseismic tsunami source. Southern California and
Hawaii are not adjacent to interplate subduction zones, so
they are not subject to regional seismic ground subsidence
before a tsunami.

C6.7.6.3 Model Macroroughness Parameter. The effects of
ground friction on tsunami inundation are significant and need to
be considered. There are different techniques in which ground
friction is incorporated in numerical schemes; the most common
is the Manning’s coefficient. If other approaches are used, care
should be taken so that they closely follow the effect related to
the appropriate Manning’s coefficient.

C6.7.6.4 Nonlinear Modeling of Inundation. Typically in
numerical tsunami modeling, the equations solved correspond
to the shallow water approximation, with nonlinear effects
such as inundation (moving boundary), bottom friction, and
advection. Usually, these algorithms solve the equations of
motion in two (horizontal) dimensions, with the vertical
properties averaged over depth. Most of the effects mentioned
here are taken into account, provided that an acceptable tsunami
inundation model is used. Dispersion is taken into account in
some approaches (Boussinesq-type); dispersion is required for
the modeling of small dimensional sources, such as submarine
landslides. Bore formation is more accurately modeled with
algorithms that preserve momentum. In the case of local
tsunamis, where the bore formation is particularly pronounced,
these algorithms are preferred over approaches that do not
explicitly conserve mass.

466 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C6.7.6.5 Model Spatial Resolution. Tsunami Digital Elevation
Models for the United States are available from NOAA through
the following website: http://www.ngdc.noaa.gov/mgg/
inundation/. For select areas, models with resolutions of up to
32.8 ft (10 m), or 1/3 arcsec, are available as of 2015.

C6.7.6.6 Built Environment. The standard practice of all
tsunami inundation models is to use a low Manning’s
roughness parameter for the topography, so that the lines for
the inundation limit and runup elevation are not underestimated.
The models have also been numerically benchmarked with that
assumption against analytical and laboratory cases with smooth
profiles. Digital Elevation Models (DEMs) for very high
resolution modeling may be available in the form of lidar
(light detection and ranging) models from federal, state,
county, or city agencies, or from local site surveys. In some
cases, the built environment has been removed from the lidar
images, which negates their usefulness for detailed inundation
modeling. When the built environment is modeled as fixed bluff
bodies on the terrain, it is appropriate to include only those with
sufficient structural resilience to resist tsunami forces.

C6.7.6.7 Inundation Model Validation. The National
Tsunami Hazard Mitigation Program (NTHMP) (2012) has
developed a number of benchmarking exercises that include
analytical, laboratory, and real-world simulations, available at
the Forecast Propagation Database: http://nctr.pmel.noaa.gov/
propagation-database.html. Aida (1978) provides further
information relating to the degree of fit criteria of K between
0.8 and 1.2 and κ less than 1.4.

C6.7.6.8 Determining Site-Specific Inundation Flow
Parameters. The Hazard-Consistent Tsunami is a term of
craft used to refer to a means to replicate the effects of the
Maximum Considered Tsunami (MCT) hazard level by one or
more surrogate scenarios. Hazard-Consistent Tsunamis are
devised to incorporate the net effect of an explicit analysis of
uncertainty in the parameters originally used in determining the
MCT through conducting the Probabilistic Tsunami Hazard
Analysis. To incorporate this aleatory uncertainty in a few
surrogate Hazard-Consistent Tsunamis, the slip parameters of
the generating rupture of the Hazard-Consistent Tsunami are
increased. This is a procedural device to produce a convenient

representation of input for a more limited number of
inundation analyses. As a result, the Hazard-Consistent
Tsunami appears greater than a single deterministic event
generated by an earthquake of that mean recurrence interval
at the same source.

In urban environments, the flow velocities determined by a
site-specific inundation analysis for a given structure location
may not be taken as less than 90% of those determined in
accordance with the Energy Grade Line Analysis method. For
other terrain roughness conditions, the site-specific inundation
analysis flow velocities at a given structure location shall not be
taken as less than 75% of those determined in accordance with
the Energy Grade Line Analysis method. These restrictions apply
before any velocity adjustments caused by flow amplification.
The reason for these restrictions is that the tsunami model
validation standard, Synolakis et al. (2007), presently does not
validate flow velocities, and the committee evaluation indicated
that in certain cases of field observations, some inundation
models appear to underestimate flow velocities. The limiting
values are based on a reliability analysis accounting for the
reduced uncertainty of momentum flux associated with site-
specific probabilistic tsunami hazard inundation analysis,
compared to the prescriptive Energy Grade Line Analysis
method based on the ASCE 7 Tsunami Design Zone Maps.
(Chock et al. 2016)

C6.7.6.9 Tsunami Design Parameters for Flow over
Land. The inundation numerical model should capture the
time-correlated series of inundation depth and flow velocity
(and therefore the representation of momentum flux) at the
site for the three key Load Cases defined in Section 6.8.3.1.
However, if the maximum momentum flux is found to occur at an
inundation depth different than Load Case 2, that point in the
time series should also be considered.

C6.8 STRUCTURAL DESIGN PROCEDURES FOR
TSUNAMI EFFECTS

It is important to understand that building failure modes differ
fundamentally between seismic loads (high-frequency dynamic
effects generated on the inertial masses of a structure) and
tsunami loads (externally and internally applied sustained fluid
forces varying with inundation depth over long-period cycles of

FIGURE C6.7-2 Subduction Zone Earthquake Mechanism for Tsunami Generation
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load reversal). Tsunami-induced failure modes of buildings have
been examined in several detailed analyses of case studies taken
from the Tohoku tsunami of March 11, 2011 (Chock et al.
2013a). Building components are subject simultaneously to
internal forces generated by the external loading on the lateral-
force-resisting system, together with high-intensity momentum
pressure forces exerted on individual members. Performance
objectives for structures subject to tsunami design requirements
are given in Table C6.8-1.

C6.8.1 Performance of Tsunami Risk Category II and III
Buildings and Other Structures. Based on analysis of
prototypical buildings, a threshold of 65 ft (19.8 m) above
grade plane is deemed the appropriate height for both reliable
Life Safety and reasonable economic cost for Tsunami Risk
Category II buildings to resist tsunami loads. Importantly, when
evacuation from the inundation zone is not possible before
tsunami arrival because of long evacuation distances, road
congestion, or damaged infrastructure, the public will attempt
to use taller buildings to escape the tsunami inundation and will
inherently expect that such taller structures will not collapse
during the tsunami. As just one example from the city of
Ishinomaki, per a detailed investigation of the lessons for
international preparedness after the 2011 Great East Japan
Tsunami (Fraser et al. 2012), about 500 people sought refuge
at three designated buildings in Ishinomaki. In addition to the
few Tsunami Vertical Evacuation Refuge Structures available,
“There was widespread use of buildings for informal (unplanned)
vertical evacuation in Ishinomaki on March 11th, 2011.
In addition to these three designated buildings, almost any
building that is higher than a 2-storey residential structure was
used for vertical evacuation in this event. About 260 official and
unofficial evacuation places were used in total, providing refuge
to around 50,000 people. These included schools, temples,
shopping centres and housing” (Fraser et al. 2012).
Tsunami Risk Category III buildings and other structures are

to be designed against collapse, since these structures include
school buildings with mass public assembly occupancies,
health-care facilities with 50 or more resident patients, critical
infrastructure such as power and water treatment, and facilities
that may store hazardous materials (when the quantities of
hazardous material do not place them in Risk Category IV).
Where the structure does not have an occupiable floor with an
elevation exceeding 1.3 times the Maximum Considered Tsuna-
mi inundation elevation by more than 10 ft (3.0 m), the facility
should implement a plan and procedure for evacuation to a
location above and outside of the Tsunami Evacuation Zone or
to a designated Tsunami Vertical Evacuation Refuge Structure.

C6.8.2 Performance of Tsunami Risk Category III Critical
Facilities and Tsunami Risk Category IV Buildings and
Other Structures. The state, local, or tribal government may
specifically designate certain traditionally Risk Category III
structures as more important Critical Facilities that have post-
tsunami mission critical functions or have more critical roles in

economic recovery. Critical Facilities and Risk Category IV
Essential Facilities should be located outside of the Tsunami
Design Zone whenever possible. For those structures that
necessarily exist to serve critical and essential services to a
community within a coastal zone subject to tsunami hazard,
the design provisions target better than a Life Safety performance
level (that is, what is called the Damage Control performance
level) for the floor levels that are not inundated. Vertical
Evacuation Refuge Structures have the highest performance
level objective. The Damage Control performance level is an
intermediate structural performance level between Life Safety
and Immediate Occupancy.

C6.8.3 Structural Performance Evaluation

C6.8.3.1 Load Cases. The normalized inundation depth and
depth-averaged velocity time history curves of Fig. 6.8-1 (and
corresponding Table C6.8-2) are based on tsunami video
analysis, and they are generally consistent with numerical
modeling with respect to the Load Cases defining critical
stages of structural loading for design purposes (Ngo and
Robertson 2012). Load Case 1 is for calculating the
maximum buoyant force on the structure with the associated
hydrodynamic lateral force, the primary purpose of which is to
check the overall stability of the structure and its foundation
anchorage against net uplift. The uplift force, calculated in
accordance with Section 6.9.1, depends on the differential
inundation depth exterior to the structure versus the flooded
depth within it. Load Case 2 is for calculating the maximum

Table C6.8-2 Values of Normalized Inundation and Flow Speed of
Fig. 6.8-1

t∕T tsu h∕hmax u∕umax

0.000 0.000 0.000
0.033 0.125 0.517
0.067 0.250 0.726
0.111 0.417 0.881
0.133 0.500 0.943
0.178 0.670 1.000
0.267 0.833 0.764
0.356 0.933 0.550
0.444 0.983 0.333
0.500 1.000 0.000
0.556 0.983 −0.333
0.644 0.933 −0.550
0.733 0.833 −0.764
0.822 0.670 −1.000
0.867 0.500 −0.943
0.889 0.417 −0.881
0.933 0.250 −0.726
0.967 0.125 −0.517
1.000 0.000 0.000

Table C6.8-1 Tsunami Performance Levels per Tsunami Risk Category

Hazard Level and
Tsunami Frequency

Tsunami Performance Level Objective

Immediate Occupancy Damage Control Collapse Prevention

Maximum Considered Tsunami
(2,475-year mean recurrence interval)

Tsunami Vertical Evacuation
Refuge Structures

Tsunami Risk Category IV and Tsunami
Risk Category III Critical Facilities

Tsunami Risk Category III and
Risk Category II
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hydrodynamic forces on the structure. Load Case 3 is for
calculating the hydrodynamic forces associated with the
maximum inundation depth. The time history curves can be
used to determine the inundation depth and velocities at other
stages of inundation as a function of the maximum values
determined by the Energy Grade Line Analysis. When a site-
specific inundation analysis procedure is used, the local
Authority Having Jurisdiction may approve a site-specific
inundation and velocity time history curve, subject to the
minimum values of 80% or 100% of the Energy Grade Line
Analysis, as indicated.

C6.8.3.2 Tsunami Importance Factors. The values of
Tsunami Importance Factors are derived from the target
structural reliabilities, which were calculated using Monte
Carlo simulation involving a million trial combinations of
random variables independently occurring in proportion to
their statistical distributions for the demand parameters of
fluid density, closure ratio, Energy Grade Line Analysis
momentum flux, inundation depth hazard, and the aleatory
uncertainty of inundation depth. For capacity, the structural
component analyzed is a beam-column member carrying
gravity loads. The Importance Factors for each Risk Category,
analyzed in combination with the other parameters discussed
above, result in structural component reliabilities, given that the
MCT has occurred, that are similar to seismic systemic
performance given the MCE has occurred:

Tsunami Risk Category II: Tsunami Importance Factor of 1.0
results in structural component limit state exceedance
probability of 7.5%ðMCTÞ vs. 10%ðMCEÞ for collapse of the
lateral-force-resisting system during an earthquake.

Tsunami Risk Category III: Tsunami Importance Factor of
1.25 results in structural component limit state exceedance
probability of 4.9%ðMCTÞ vs. 5%ðMCEÞ for collapse of the
lateral-force-resisting system during an earthquake.

Tsunami Risk Category IV: Tsunami Importance Factor of
1.25 results in structural component limit state exceedance
probability of 2.7%ðMCTÞ vs. 2.5%ðMCEÞ for collapse of the
lateral-force-resisting system during an earthquake.

The exceedance probability for the limit state of structural
components of a Tsunami Vertical Evacuation Refuge
Structure given the occurrence of the MCT would be
approximately 0.8%.

C6.8.3.3 Load Combinations. The structural load
combinations given are consistent with the Extraordinary
Load Combinations of Section 2.5 of this standard by
applying FTSU for incoming and receding directions for Ak in
the load combinations given in Eq. (2.5-1), as modified to
include the effect of tsunami-induced lateral earth pressure
caused by water seepage through the soil, HTSU, resulting in
Eq. (6.8-1). The inundation depths and velocities for
determining FTSU and HTSU must be consistent at the hazard
level of the Maximum Considered Tsunami. The load factor for
HTSU is given as 1.0 because these load combinations occur
during the defined submerged conditions of the Maximum
Considered Tsunami (MCT). The Probabilistic Tsunami
Hazard Analysis criteria for determining runup already
include explicit mathematical consideration of uncertainty;
therefore, no additional factor needs to be applied to the
2,475-year MCT flow characteristics for Risk Category II
buildings and other structures.

No allowable stress design load combinations were deemed
necessary. When foundation stability analysis is performed

for tsunami-induced soil seepage pressures, the results are
equivalent to the existing recognized U.S. Army Corps of
Engineers (USACE 2005, 2011) specifications for geotechni-
cal limit equilibrium analysis for both overturning and uplift.
For foundation design, resistance factors are given in
Section 6.12.1.

C6.8.3.4 Lateral-Force-Resisting System Acceptance
Criteria. The use of the overstrength factor to evaluate the
overall lateral-force-resisting system is permitted to be used
where the Life Safety performance level is to be verified. If
Life Safety criteria have been met, then the Collapse Prevention
criteria have also been met as a consequence, which is the
minimum requirement for Tsunami Risk Category II and
Tsunami Risk Category III buildings and other structures. For
Immediate Occupancy, the structural system should be explicitly
analyzed.

The capacity of minimum-code seismically designed Risk
Category II structures using this technique was demonstrated in
the EERI Special Issue of March 2013 in the paper providing
analysis of prototypical buildings for tsunami and seismic
requirements (Chock et al. 2013a). In this paper, several proto-
typical buildings were investigated, with the following
assumptions:

Parameters for a comparison of overall systemic resistance
to tsunami loading are as follows: (1) the prototypical Risk
Category II buildings of increasing height selected for
illustrative purposes were 120 ft (36.5 m) long and 90 ft
(27.5 m) wide and are 25% open; (2) They were located in
high seismic zones (in the United States, Ss = 1.5 and
S1 = 0.6); (3) Connections developed the inelastic
capacities of the members; (4) Tsunami flow velocity
was 26.2 ft∕s (8 m∕s); (5) Each tsunami inundation load
curve represented the continuum of hydrodynamic loading
cases inundation increases to the maximum depth; and
(6) Seismic capacity is used based on the overstrength
capacity. It was found by analysis that the structural
systems of larger scaled and taller buildings are
inherently less susceptible to tsunamis than this
prototype, provided that there is adequate foundation
anchorage for resistance to scour and uplift.

C6.8.3.5 Structural Component Acceptance Criteria. The
design of structural components shall comply with
Section 6.8.3.5.1 or in accordance with alternative
performance-based criteria of Section 6.8.3.5.2 or 6.8.3.5.3, as
applicable. The alternative Sections 6.8.3.5.2 and 6.8.3.5.3 are
not prescriptive methods of analysis.

C6.8.3.5.1 Acceptability Criteria by Component Design
Strength. The primary means of determining structural component
acceptability is based on a linear elastic analysis and the
evaluation of resultant actions of the load combinations compared
with the design strength of the structural components and
connections.

C6.8.3.5.2 Alternative Performance-Based Criteria. The alter-
native structural component acceptability criteria use accep-
tance criteria of ASCE 41-13 (ASCE 2014), Seismic Evaluation
and Retrofit of Existing Buildings. With an adaptation of this
method, strength and stability can be checked to determine that
the design of the structural components is capable of with-
standing the tsunami to achieve the Structural Performance
level required. The tsunami adaption allows the techniques of
the linear static and nonlinear static analysis. For the purposes
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of this chapter, it may be appropriate to generically adapt
modeling parameters nonspecific to earthquake ground motion
found in the Nonlinear Static Procedure or Simplified Nonline-
ar Static Procedure of ASCE 41-13 (ASCE 2014). For example,
it should be acceptable to use the effective stiffness values of
ASCE 41-13 (ASCE 2014) for this purpose. Structural com-
ponents can then be checked using the ASCE 41-13 accept-
ability criteria for actual tsunami loads and depths that are
correct from the standpoint of fluid mechanics without load
factors. Results of the analysis procedure shall not exceed the
numerical acceptance criteria for linear procedures of ASCE
41-13 (Chapters 9 through 11) for the Structural Performance
criteria required for the building or structure Tsunami Risk
Category. For nonlinear static analysis procedures, expected
deformation capacities shall be greater than or equal to the
maximum deformation demands calculated at the required
tsunami forces and applied actions.

C6.8.3.5.3 Alternative Acceptability by Progressive Collapse
Avoidance. Where tsunami loads or effects exceed acceptabil-
ity criteria for a structural element, a recognized method of
checking the residual structural system gravity-load-carrying
capacity is the alternate load path procedure given by Design
of Structures to Resist Progressive Collapse (DOD 2013). An
ASCE standard for progressive collapse avoidance is not yet
available.

C6.8.4 Minimum Fluid Density for Tsunami Loads. The
tsunami inundation conditions relevant to structural design are
by no means represented by pristine seawater. Overland flow is
more similar to a debris flood with suspended soil and debris
objects of various sizes and materials. The fluid density factor, ks,
is used to account for such soil and debris within equivalent
fluid forces that are not accounted for in Section 6.11, which
deals with debris impacts by larger objects. The value of ks = 1.1
was selected to represent an equivalent sediment concentration
of 7%, assuming a specific gravity of 2.5 for the suspended
soil particles.

C6.8.5 Flow Velocity Amplification. Tsunami Design
Zone Maps are based on so-called “bare-earth” conditions
(i.e., without discrete objects) with an equivalent Manning’s
roughness to represent what exists above ground. When the
Energy Grade Line Analysis is used with the Manning’s

roughness based on built environments, greater energy is
required to reach the specified mapped runup. Urban envi-
ronments are expected to have a higher probability of generating
flow amplification effects through numerous diffraction scenarios
that are not possible to specifically enumerate. Nevertheless,
the Energy Grade Line Analysis implemented with an urban
area’s roughness produces sufficiently conservative depth and
momentum flux, and additional flow amplification need not be
considered. Therefore, to account for these possible effects, site
flow velocities shall not be taken as less than 100% of those
determined in accordance with the Energy Grade Line Analysis
method of Section 6.6.
This section of the Commentary provides some examples of

flow diffraction effects taken from available North American
research. Experimental studies discussed in Thomas et al.
(2015) and Nouri et al. (2010) relate to flow amplification.
The example of channelized flow conditions is inferred
from the University of Ottawa experiments, and the results
indicated for symmetrically arranged objects is based on
Oregon State University experiments conducted in the Net-
work for Earthquake Engineering Simulation (NEES) tsunami
wave basin. Note that these tests were for higher Froude
numbers than are used in the provisions. The explicit flow
amplification cases described here are for places where the
geometry of nearby structures leads to higher than normal
flows.
Building types deemed to be unable to resist the tsunami

hydrodynamic forces are to be excluded because of the fact
that they will not be able to redirect sustained flow to other
buildings. Also, the provisions do not permit the shielding
effect of neighboring structures to reduce flow velocity below
the basic value derived from the Energy Grade Line Analysis
method. The engineer should exercise judgment and conduct
additional studies for other conditions where flow amplifica-
tion would be expected based on the principles of fluid
mechanics.
Flow Velocity Amplification for Channel Effect—Univer-

sity of Ottawa Research Discussed in Nouri et al. (2010).
Where obstructing structures exist along each side of a street or
open swath oriented parallel to the flow such that the ratio L∕W is
between 1 and 3 and Wc∕W is between 0.6 and 0.8, as shown in
Fig. C6.8-1, the incident flow velocity amplification on a
structure located at the end of such a channelized flow was

FIGURE C6.8-1 Flow Amplification for Channelized Conditions
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found to be as shown in Fig. C6.8-2, in which the blockage ratio is
1 −Wc∕W .

Flow Amplification for Two Isolated Upstream Structures—
Oregon State University Research Discussed in Thomas et al.
(2015).Where tsunami bores flow through a layout of two upstream
isolated buildings in a symmetric arrangement, the net flow ampli-
fication factor downstream was found to be related to the effective
wake clearance angle, β. The effective wake angle is shown in
Fig. C6.8-3, and a summary of results is shown in Fig. C6.8-4 and
Table C6.8-3. This figure also illustrates what is the center third of
the width of the downstream structure.

The approximate envelope of the flow amplification factors is
given in Table C6.8-3. Linear interpolation is reasonable between
the listed values.

C6.8.5.2 Flow Velocity Amplification by Physical or
Numerical Modeling. The implementation of an alternative
flow amplification analysis is expected to consist of a
numerical model or an experimental model that is sufficiently
documented to comply with Section 6.8.10. Park et al. (2013)
provide a discussion of this approach.

C6.8.6 Directionality of Flow

C6.8.6.1 Flow Direction. Rather than assume that the flow is
uniformly perpendicular to the shoreline, variation by �22.5
degrees from the perpendicular transect is considered, in which
the center of rotation of the possible transects is located at the
site. The first objective is to find the highest runup elevation
associated with the possible design transects. The second
objective is to account for variation in the load application to
the structure. The governing transect that produces the maximum
runup elevation may be used to perform an Energy Grade Line
Analysis, and the prescribed directional variation for the resulting
flow parameters may be used to compute directional loads.
Alternatively, an Energy Grade Line Analysis may be
computed for each possible direction.

The determination of outflow direction may also require
consideration that the outflow current may be affected by existing
stream- and riverbeds and drainage canals, as well as additional
scour and sediment transport, which may cause significant
morphological changes in topography during a vigorous draw-
down cycle after a large watershed is inundated.

C6.8.6.2 Site-Specific Directionality. Although a site-specific
inundation analysis is permitted to establish flow vectoring at the
site, some uncertainty in the accuracy of this estimation is
reflected in the �10 degree variability.

C6.8.7 Minimum-Closure-Ratio-for-Load-Determination.
Loads on buildings shall be calculated assuming a minimum
closure ratio of 70% of the pressure exposed surface area of the
exterior enclosure. This assumption accounts for accumulated
waterborne debris trapped against the side of the structure, as
well as any internal blockage caused by building contents that
cannot easily flow out of the structure. As a practical matter based
on observations of buildings subjected to destructive tsunami,
“breakaway” walls cannot be totally relied upon to relieve
structural loading, primarily because of the copious amount of
external debris. Also, studs and girts may be capable of entrapping
contents within a building, thus generating hydrodynamic drag
forces on the internal debris, which in turn transfer those loads to
the structure, per Chock et al. (2013a, b).

FIGURE C6.8-2 Flow Amplification Force-Increase Ratio for
Channelized Conditions (Where the Blockage Ratio Is the
Net Width of Constricting Obstructions Divided by the

Total Flume Width)

FIGURE C6.8-3 Effective Wake Clearance Angle, β, for Flow Amplification
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C6.8.8 Minimum-Number-of-Tsunami-Flow-Cycles. De-
signers working on loading shall consider a minimum of two
tsunami inflow and outflow cycles, the second of which shall be
at the Maximum Considered Tsunami design level. This
consideration is required because the condition of the
building and its foundation may change in each tsunami
inflow and outflow cycle. Therefore, building foundation
designs shall consider changes in the site surface and the in
situ soil properties during the multiwave tsunami event.
Local scour effects caused by the first cycle shall be
calculated as described in Section 6.12.2.5 but based on
an inundation depth at 80% of the Maximum Considered
Tsunami design level. The second tsunami cycle shall be
considered to be at the Maximum Considered Tsunami
design level, in which the scour of the first cycle is
combined with the loads generated by the inflow of the
second cycle.

C6.8.9 Seismic Effects on the Foundations Preceding Local
Subduction Zone Maximum Considered Tsunami. Since
the assumption in this standard for a local Maximum
Considered Earthquake includes plastic deformation in
structural performance, it is important that the postelastic
strength of the structure not be degraded by excessive
ductility demand. Tsunami loading (except for debris impacts)
is of a sustained nature, so the strength capacity available after
the earthquake should be maintained at a predictable level by
limited ductility demand.
For Tsunami Vertical Evacuation Refuge Structures, the

Commentary of FEMA P-646 (FEMA 2012) states, “Utilizing
the approach in ASCE/SEI 41-13, the performance objective for
code-defined essential facilities should be at least Immediate

Occupancy performance for the Design Earthquake (DE)
and Life Safety performance for the Maximum Considered
Earthquake (MCE).” The ASCE design provisions only consider
the MCE.

C6.8.10 Physical Modeling of Tsunami Flow, Loads, and
Effects. The capacity to generate appropriately scaled flows
means that a test facility should be able to model both the
specific site geometry of the structure or structures, as well as
the form and duration of the incident tsunami or multiple
tsunamis with an accuracy and duration that are appropriate for
the process being investigated. Testing of a building or
multiple buildings, for example, may need to account for
the relevant topography and bathymetry, as well as the
scaled roughness of terrain. Testing for site-specific
conditions may require separate simulations of inflow and
drawdown outflow of a tsunami waveform or use of a bore
generator or recirculating flume to ensure adequate duration of
loading.
It is appropriate to use physical modeling together with

numerical modeling to evaluate site-specific conditions. This
combination includes tasks such as the calibration of numerical
models with data obtained from physical models and the testing
of loads on individual components in a site-specific numerical
model. The spatial and temporal limitations of physical model
testing may necessitate combination with numerical modeling for
a site-specific analysis. For example, the required variation in
wave directionality (Section 6.8.6) may not be achievable for the
structure or structures under consideration, so results of physical
flow tests at a single incident angle can be used to calibrate a
numerical model that addresses the full variability in flow
direction.
Physical models can be used to simulate the inundation depths

and velocities in tsunami flows for use with the design proce-
dures and equations in Sections 6.9, 6.10, 6.11, and 6.12.
Physical modeling may also be indicated for cases where flows
do not follow the assumptions used to develop the equations in
Sections 6.8, 6.9, 6.10, 6.11, and 6.12 or cannot economically be
addressed using a numerical model alone. This situation can be
the case where the flow varies rapidly temporally or spatially and
where there are dynamic pressure variations, rotational flow, or
multiphase flows.
Dynamic and kinematic similarity of model and prototype

should match as closely as possible. For tsunamis, the most
important scaling parameter is usually taken to be the Froude
number, but many other dimensionless parameters (such as
Reynolds, Euler, and Cauchy numbers) should also be
constrained in order to obtain useful results. For example, the
Reynolds number should be maintained sufficiently high
to ensure fully developed turbulent flow so that the model
is insensitive to Reynolds number variation. For wave
generation, the effects of turbulence and air entrainment
generated in breaking waves and at the leading edge of
turbulent bores are difficult to scale and may affect test results.
Scaling concerns are also particularly difficult for problems
involving water–soil–structure interaction, structural response,
or debris impacts. For example, the limiting 1:10 scale pro-
vided for structural components is appropriate for modeling
loads on a rigid element, but it may need to be increased
in order to model the response of the structural element. In
the case of debris impacts, experiments are often carried
out at full scale because the nonlinear structural behavior and
material properties are not adequately represented at smaller
scales.
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FIGURE C6.8-4 Amplification of Flow Speed vs. Wake
Clearance Angle

Table C6.8-3 Flow Speed Amplification Factors

Effective Wake Clearance Angle (β)
in degrees 0 10 20 35 ≥55

Flow speed amplification factor from
two symmetrically arranged
buildings located upstream

1.0 1.0 1.25 1.25 1.0
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There is extensive guidance on scaling of physical models
starting with Buckingham (1914) up to recent commentary on
coastal engineering applications by Hughes (1993). Briggs et al.
(2010) and Goseberg et al. (2013) address considerations
on scaling and on tsunami wave and bore generation in the
laboratory.

C6.9 HYDROSTATIC LOADS

C6.9.1 Buoyancy. Uplift caused by buoyancy has resulted in
numerous structural failures during past tsunamis, including to
concrete and steel framed buildings not designed for tsunami
conditions (Chock et al. 2013a, b). High water table levels and
rapid saturation of the ground surface during tsunami inundation
may enable pressure to develop below the grade level of the
building. The resulting uplift force is proportional to the volume
of water displaced by the structural components and any
enclosed spaces below the inundation level at the time
buoyancy is being considered. The displaced volume should
include, as a minimum, any structural components, enclosed
spaces, floor soffits, and integrated structural slabs where air may
be entrapped by beams. Nonstructural walls designed to break
away under tsunami loads and standard windows can be assumed
to fail and allow water into the interior of the building, thus
relieving the buoyancy effect. However, windows designed for
large missile wind-borne debris impact, such as those in
hurricane zones, and those designed for blast loading, should
be assumed to remain intact throughout the tsunami (unless
analyzed to determine their breaking strength threshold).
Enclosed spaces with openings or breakaway wall elements
equal to or greater than 25% of the enclosure envelope below
the inundation level can be assumed to fill with water, thus
relieving the buoyancy effect.

That full hydrostatic pressure develops below the grade
level of the building is a conservative assumption based on
permeable foundation soils, such as silts, sands, and gravels,
but may be too conservative for cohesive soils such as clay and
clayey silt. Soil permeability should be evaluated in the
context of the duration and pressure head of the tsunami
inundation depth at the site. However, if the first-floor slab
on grade has the typical isolation joints around the columns,
uplift on the slab will lift the slab and yield it but will not lift
the superstructure. Cohesive soils adjacent to foundation
components and basement walls may provide resistance to
the resulting buoyancy.

Load Case 1, defined in Section 6.8.3.1, requires that a
minimum uplift condition be evaluated at an inundation depth
of one story or the height of the top of the first-story windows.
The exceptions to Load Case 1 of Section 6.8.3.1 also apply. In
summary, net buoyancy may be avoided by preventing the
buildup of hydrostatic pressure beneath structural slabs, allowing
the interior space to become flooded or designing for pressure
relief or structural yielding relief of the hydrostatic head pressure,
sufficient deadweight, anchorage, or a combination of the above
design considerations.

C6.9.2 Unbalanced Lateral Hydrostatic Force. Hydrostatic
unbalanced lateral force develops on a wall element because of
differences in water level on either side of the wall, irrespective
of the wall orientation to the tsunami flow direction. Narrow
walls or those with openings equal to or exceeding 10% of the
wall area are assumed to allow water levels to equalize on
opposite sides of the wall. However, for wide walls, or when
perpendicular walls on either the front or back of the wall under
consideration prevent water from getting to the other side of the

wall, unbalanced hydrostatic loads should be considered. This
condition need only be considered during inflow Load Cases 1
and 2.

C6.9.3 Residual Water Surcharge Load on Floors and
Walls. During tsunami drawdown, water may not drain from
elevated floor slabs that have perimeter structural components
such as an upturn beam, perimeter masonry, or concrete wall or
parapet. This lack of drainage results in surcharge loads on the
floor slab that may exceed the slab capacity. The potential
depth of water retained on the slab depends on the maximum
inundation depth during the tsunami but would be limited to the
height of any continuous perimeter structural components that
have the capacity to survive the tsunami loads and that would
retain water on an inundated floor. Nonstructural elements above
this perimeter structural element are assumed to have failed
during tsunami inflow so that they will not contribute to the
retention of water on the slab during drawdown.

C6.9.4 Hydrostatic-Surcharge-Pressure-on-Foundation. Dur-
ing tsunami inundation and drawdown, it is possible for different
water levels to exist on opposite sides of a wall, building, or other
structure under consideration. The resulting differential in
hydrostatic surcharge pressure on the foundations should
therefore be considered in the foundation design.

C6.10 HYDRODYNAMIC LOADS

Hydrodynamic loads develop when fluid flows around objects in
the flow path. Tsunami inundation may take the form of a rapidly
rising tide or surge, or a broken bore. Both of these conditions are
considered here. Because tsunami waves typically break
offshore, no consideration is given to the wave breaking
loads typically associated with wind-driven storm waves
(FEMA 2011).

C6.10.1 Simplified Equivalent Uniform Lateral Static
Pressure. It is anticipated that most buildings and other
structures subject to the provisions of this chapter will be
designed for other lateral load conditions, such as wind and
seismic loads. For large or tall buildings, these other load
conditions can result in greater loads on the lateral-force-
resisting system than the tsunami loads, particularly in high
seismic hazard regions. In such cases, it is therefore desirable
to have a simplified but conservative approach to check
whether or not tsunami load conditions will affect the
structural system.

Eq. (6.10-1) is provided as a conservative alternative to more
detailed tsunami loading analysis. This equation is based on the
assumption that all of the most conservative provisions presented
elsewhere in this section occur simultaneously on a rectangular
building with no openings. The maximum hydrodynamic loads
are assumed to occur during Load Case 2 (Section 6.8.3.1), when
h= 2∕3hmax, assuming a conservative Froude number of

p
2 and

a drag coefficient of Cd = 2.0. Based on the more severe condi-
tion of bore impact per Section 6.10.2.3, the resulting lateral load
per unit width of the building is given by the following:

f w = 1.5 � 1
2
ksρswI tsuCdCcxðhu2Þmax

=
3
4
� ksρswI tsuð2Þð0.7Þ

�
2
3
hmax

�� ffiffiffi
2

p ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
g � 2

3
hmax

r �2

= 0.933ksρswgI tsuh2max

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 473

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



Including the worst effects of flow focusing suggested in
Commentary Section C6.8.6 as a 1.25 amplification on the flow
velocity (Table C6.8-3) and a 1.1 factor to allow for additional
uncertainty, results in Eq. (6.10-1):

f w = 1.1ð1.25Þ2ð0.933ksρswgI tsuh2maxÞ= 1.6ksρswgI tsuh2max

To account for additional buildup of water level at the forward
edge of the building, this load is distributed as a rectangular
pressure distribution over a height of 1.3hmax. The resulting
pressure is therefore

Pus = 1.6ksρswgI tsuh2max∕1.3hmax ≈ 1.25I tsuγshmax

The lateral-force-resisting system should be evaluated for this
pressure distribution acting over the entire width of the building
perpendicular to the flow direction for both incoming and
outgoing flows. All structural members below 1.3hmax should
be evaluated for the effects of this pressure on their tributary
width of projected area. Although it is not possible for a bore to
occur on drawdown outflow, topography and erosion may result
in additional flow acceleration that is not accounted for by the
1.25 amplification factor of Commentary Section C6.8.5. There-
fore, it was determined that the intent of this simplified equation
was better met by using the same loading for both inflow and
drawdown outflow cases.

C6.10.2.1 Overall Drag Force on Buildings and Other
Structures. Once flow develops around the entire building or
structure, the unbalanced lateral load caused by hydrodynamic
effects can be estimated using Eq. (6.10-2), which is based on
fluid mechanics (FEMA 2011). The values of drag coefficient,
Cd, provided in Table 6.10-1 depend on the ratio between the
building width perpendicular to the flow direction and the
inundation depth (FEMA 2011). A wider structure results in a
greater buildup of water level at the leading edge of the structure.
The closure coefficient, Ccx, represents the vertical projected area
of structural components, relative to the vertical projected area of
the submerged section of the building. This ratio may not be
taken as less than the value given in Section 6.8.7 so as to account
for debris accumulation. Eq. (6.10-2) is evaluated for all three
Load Cases defined in Section 6.8.3.1. Because the drag
coefficient, Cd, depends on the inundation depth, and the
inundation depth changes for each Load Case, the appropriate
drag coefficient is determined from Table 6.10-1 for each of the
specified Load Cases.

C6.10.2.2 Drag Force on Components. All structural
components and exterior wall assemblies below the inundation
depth are subjected to the hydrodynamic drag forces given by
Eq. (6.10-3). This classical hydrodynamic drag expression
depends on an empirically determined drag coefficient, Cd ,
based on the shape of the individual element. Typical values
for Cd for common member cross-sectional shapes are given in
Table 6.10-2 (OCADI 2009; Blevins 1984; Sarpkaya 2010;
Newman 1977). Post-tsunami observations show that exterior
elements are subject to debris accumulation that makes for an
irregular shape, so for exterior elements, a Cd of 2.0 is used. The
net force determined from Eq. (6.10-3) is to be applied as a
distributed pressure load on the submerged portion of the
component being designed. All three Load Cases defined in
Section 6.8.3.1 should be considered. As the inundation depth
increases for different Load Cases, the components that are

inundated increase. Structural components that are a part of the
lateral-force-resisting systemmay be subject to the net resultant of
their participation in resisting the overall drag force on the
structure of Section 6.10.2.1 and the pressure drag caused by
local flow around the component defined in this section.

C6.10.2.3 Tsunami-Loads-on-Vertical-Structural-Compo-
nents, Fw. Laboratory experiments have shown that when the
leading edge of a tsunami surge, often taking the form of a
broken bore, impinges on a wide wall element, a short-
duration impulsive load develops that exceeds the
hydrodynamic drag force obtained from Eq. (6.10-5)
(Ramsden 1993; Arnason et al. 2009; Paczkowski 2011;
Robertson et al. 2013). This increase is approximately 50%,
resulting in the amplification factor of 1.5 applied to the steady-
state drag expression in Eq. (6.10-5). Where the flow initiated
as a bore but the Froude number has been reduced by
topography to be less than 1.0 at a site, then the bore is
considered dissipated and Eq. (6.10-5b) is not invoked.
This loading condition need only be checked when the inflow

velocity is at a maximum, i.e., Load Case 2 in Section 6.8.3.1. It
is applied to all wall elements that are wider than three times the
inundation depth corresponding to Load Case 2. This aspect ratio
is based on the bore height to specimen width ratio for which
Arnason’s experiments resulted in an impulsive force exceeding
the subsequent steady-state drag force (Arnason et al. 2009).
Because of the short duration of this impulsive load, windows
and doors are assumed to be intact until the peak load is reached.
An alternative, more detailed approach to predicting the

maximum impulsive force developed when a bore strikes a wall
was developed by Robertson et al. (2013). Based on large-scale
experiments at Oregon State University, it was determined that
the lateral load per unit width of wall can be estimated using the
following:

Fw = ksρsw

�
1
2
gh2b þ hjv

2
j þ g

1
3ðhjvjÞ43

�

where

hb is the bore height, equal to the sum of still water depth, ds,
and jump height, hj; and

vj is the bore velocity, which can be estimated using hydraulic
jump theory as

vj =

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
1
2
ghb

�
hb
ds

þ 1

�s

This force acts as a triangular pressure distribution over a height
of hp with a base pressure of 2Fw∕hp, where hp is the instanta-
neous ponding height at maximum load given by

hp =
�
0.25

hj
ds

þ 1

�
ðhb þ hrÞ ≤ 1.75ðhb þ hrÞ

where hr =
�
vjhjffiffiffi
g

p
�

2∕3

Application of this expression to a large structural wall damaged
during the Tohoku tsunami showed excellent agreement with the
observed damage (Chock et al. 2013a). The above equations can
be appropriate when detailed information on a bore strike
scenario is determined from field data or estimated from a
site-specific inundation model analysis.
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For design purposes, comparison between the more detailed
approach and that used in Section 6.10.2.3 for all of the bore-on-
wall experimental cases performed at Oregon State University
shows good agreement between predicted and measured results
(Fig. C6.10-1).

C6.10.2.4 Hydrodynamic Load on Perforated Walls,
Fp w. The impulsive force on a solid wall obtained from
Section 6.10.2.3 can be reduced if there are openings in the
wall through which the flow can pass. When applied to
Eq. (6.10-3), the 1.5 factor applied in Section 6.10.2.4
produces an effective drag coefficient, Cd = 3.0.
Experiments performed at Oregon State University on
perforated walls indicate that closure coefficients, Ccx, less
than 20% have no effect on the force on individual wall piers
(Santo and Robertson 2010). However, higher closure ratios
resulted in increased loading on all wall piers. A linear
transition is therefore assumed between the fully closed
wall and a wall with 20% closure coefficient, as shown in
Fig. C6.10-2.

C6.10.2.5 Walls Angled to the Flow. Eq. (6.10-7) provides for
a reduction in hydrodynamic loads on a wall positioned oblique
to the flow. This reduction is also the same that was provided for
breaking waves in Chapter 5 of the 2010 edition of this standard.

C6.10.3.1 Flow Stagnation Pressure. Observations from the
Tohoku tsunami indicate that structurally enclosed spaces created
by structural walls on three sides and structural slabs can become
pressurized by flow entering a wall-enclosed space without
openings in the side or leeward walls (Chock et al. 2013b).
Analysis of three of these conditions formed by reinforced
concrete walls confirmed that the internal pressure reached the
theoretical flow stagnation pressure given by Eq. (6.10-8)
(Bernoulli 1738).

C6.10.3.2 Hydrodynamic Surge Uplift at Horizontal Slabs

C6.10.3.2.1 Slabs Submerged during Tsunami Inflow. Experi-
ments performed at Oregon State University on horizontal slabs
with no flow obstructions above or below the slab indicate that
uplift pressures of 20 psf (0.958 kPa) can develop on the slab
soffit (Ge and Robertson 2010). Blockage in the form of struc-
tural columns or walls below the slab results in larger uplift
pressures given in Section 6.10.3.3.

C6.10.3.2.2 Slabs over Sloping Grade. A horizontal elevated
slab located over sloping ground is subjected to upward hydro-
dynamic pressure if the flow reaches the slab soffit elevation.
Because of the grade slope, the flow has a vertical velocity
component of uv = umax tanϕ, where ϕ is the average slope of the
grade below the slab being considered. Eq. (6.10-9) estimates
that this vertical velocity induces an upward pressure equivalent
to the transient surge load on walls given by Section 6.10.2.3,
assuming a Cd value of 2.0.

C6.10.3.3 Tsunami Bore Flow Entrapped in Structural
Wall-Slab Recesses

C6.10.3.3.1 Pressure Load in Structural Wall-Slab Recesses.
Evidence from past tsunamis shows that significant uplift pres-
sures can develop below horizontal structural slabs, such as floors
and piers, if the flow below the slab is blocked by a wall or other
obstruction (Saatcioglu et al. 2005; Chock et al. 2013b). Incom-
ing flow striking the wall is diverted upward but is blocked by the

FIGURE C6.10-1 Predicted vs. Experimental Bore Loading on Wall (1:5 Model Scale)

FIGURE C6.10-2 Hydrodynamic Drag Transition from Individual
Column to Solid Wall
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slab, resulting in large pressures on both the wall and slab soffit
close to the face of the wall. A series of experiments performed at
small and large scales at Oregon State University and the
University of Hawaii demonstrated that this effect is most severe
when the inundation depth exceeds 2∕3 of the slab elevation, or
hs∕h ≤ 1.5 (Ge and Robertson 2010). Fig. C6.10-3 shows the
results for tests at small scale (OSU tsunami wave basin and UH
dam break using identical test setup at approximately 1:10 model
scale) and large scale (OSU large wave flume at approximately
1:5 model scale) with bore heights twice those in the small-scale
experiments. An envelope was developed that enclosed 90% of
the test data, as shown in Fig. C6.10-3.
Although there is considerable variability in the uplift pres-

sures even for identical repeat wave conditions, there appeared to
be consistency between the results for both small- and large-scale
tests, indicating that the laboratory results also apply at full scale.
Estimation of the uplift pressures required to cause uplift failure
of pier access slabs during the Tohoku tsunami indicated that
the pressures ranged from 180 to 250 psf (8.62 to 12.0 kPa),
indicated by the shaded area in Fig. C6.10-3 (Chock et al.
2013b). Although the inundation depth at the time of slab failure
is unknown, these uplift pressures observed at full scale confirm
the appropriateness of the envelope in Fig. C6.10-3.
Pressure distributions measured at peak uplift indicated that

the outward pressure on the wall and the uplift pressure under the
slab adjacent to the wall were approximately a third greater than
the average pressure, whereas the outward pressure away from
the wall dropped to about half of this value. If the wall has finite
width, lw, and water is able to flow around the ends of the wall,
then the uplift pressure on the slab beyond a distance hs þ lw is
assumed to drop to the nominal uplift of 30 psf (1.436 kPa). The
entire wall and the slab within hs of the wall are therefore to be
designed for an uplift pressure of 350 psf (16.76 kPa). Between a
distance hs and hs þ lw, the slab is to be designed for an uplift
pressure of 175 psf (8.38 kPa). Beyond hs þ lw, the slab is to be
designed for an uplift pressure of 30 psf (1.436 kPa).

C6.10.3.3.2 Reduction of Load with Inundation Depth. As
shown in Fig. C6.10-4, when the inundation depth is less than
2∕3 of the slab elevation, or hs∕h > 1.5, the uplift pressure
envelope drops linearly. Eq. (6.10-10) provides the equivalent
linear decrease for the 350-psf (16.76-kPa) pressure prescribed in
Section 6.10.3.3.1. The slab uplift pressure outside a distance of

hs from the wall also decreases proportionately. A minimum
average uplift pressure of 20 psf (0.958 kPa) is indicated by the
test data for slabs as high as five times the inundation depth. Once
the slab height exceeds five times the inundation depth, the
upward directed flow did not reach the slab, so no uplift pressure
need be considered.

C6.10.3.3.3 Reduction of Load for Wall Openings. Experiments
were performed in the tsunami wave basin at Oregon State
University using the same experimental setup as described in
Section C6.10.3.3.1 but with a perforated wall replacing the
solid wall behind the slab (Ge and Robertson 2010). These
tests indicated that the slab uplift pressures decrease linearly as
a function of the percentage closure provided by the perforated
wall, as shown in Fig. C6.10-4. A minimum uplift pressure
of 20 psf (0.958 kPa) was observed even when the wall
was removed completely, leading to the provision in
Section 6.10.3.2.1.

C6.10.3.3.4 Reduction in Load for Slab Openings. Experiments
performed at the University of Hawaii demonstrated that the
presence of an opening gap between the slab and the solid wall
significantly relieves the uplift pressure on the slab Fig. C6.10-5
shows the test setup used for these experiments, performed at
approximately 1:12 scale. Fig. C6.10-6 (Takakura and Robertson
2010) shows the reduction in uplift pressure, Pu, for a slab with
an opening gap, compared with one that has no gap, as the gap
width, wg, changes relative to the slab soffit height, hss.
Eqs. (6.10-12), (6.10-13), and (6.10-14) are based on these data
and are represented by the dashed line in Fig. C6.10-6. The same
effect is assumed to occur when the gap is created by means of a
panel designed to break away at an uplift pressure
less than 175 psf (8.38 kPa). Evidence from numerous piers
inundated during the Tohoku tsunami indicate that pressure relief
gratings and loose access panels were effective as breakaway
panels for the purpose of relieving uplift pressures on the
remaining slab (Chock et al. 2013b).

C6.10.3.3.5 Reduction in Load for Tsunami Breakaway Wall. If
the wall restricting flow below the slab is designed as a tsunami
breakaway wall, then it can be assumed to fail when the pressure
on the wall exceeds that required to fail the connection between

FIGUREC6.10-3 Average Uplift Pressure on Slab Soffit When Flow
Is Blocked by a Solid Wall (1 psf= 0.048 kPa) FIGURE C6.10-4 Mean Slab Uplift Pressure Reduction Caused by

Perforated Wall (1 psf=0.048 kPa; 1 in.= 25.4 mm)

Note: Vertical Bars Show Boxplot Range of Test Results at Each Closure Ratio.
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the wall and the slab. This pressure will be the highest that can be
experienced by the slab before failure of the wall.

C6.11 DEBRIS IMPACT LOADS

Tsunamis can transport a large volume of debris. Virtually
anything in the flow path that can float given the inundation
depth and that cannot withstand the water flow becomes debris.
Common examples are trees, wooden utility poles, cars, and
wood-frame houses and portions thereof. Some nonfloating
debris, such as boulders and pieces of concrete, can also be
transported if the flow is strong enough. This section covers the
specification of forces and duration of the impact on structures by
such debris. Debris impact forces shall be determined for the
location of the structure based on the potential debris in the
surrounding area that would be expected to reach the site during
the tsunami. Of particular concern are the perimeter structural
components oriented perpendicular to the flow direction because
they are at the greatest risk of impact and their loss may
compromise the ability of the structure to support gravity loads.

The impact forces depend on the impact velocity, which is
assumed to be equal to the flow velocity for floating debris. The
points of application of the impact force, which is assumed to be
a concentrated force, shall be chosen to give the worst case for
shear and moment for each structural member that should be
considered within the inundation depth and the corresponding
flow velocity. Exceptions to this are specified in subsequent
sections based on specific debris characteristics.

The ubiquity of (1) logs and/or poles; (2) passenger vehicles;
and (3) boulders and concrete debris requires the assumption that

these things will impact the structure if the inundation depth and
velocity make it feasible.

Closed shipping containers float very easily, even if loaded.
Therefore, for structures near a container yard, impact from
floating containers should be considered. The site hazard assess-
ment procedure in Section 6.11.5 is used to assess if impact from
shipping containers should be considered at a particular location.

Ships (including ferries) and barges are also potential debris
that may impact structures. The likelihood of such “extraordi-
nary” debris impact is most significant for structures near ports
and harbors that contain these vessels. Because impact from
these objects is likely to place a demand that cannot be resisted
economically for many structures, only Tsunami Risk Category
III Critical Facilities and Tsunami Risk Category IV buildings
and structures are required to consider such impact. The site
hazard assessment procedure in Section 6.11.5 is used to assess if
impact from marine vessels should be considered.

Table C6.11-1 summarizes the requirements for design, espe-
cially the threshold inundation depths at which level (or greater)
it is required to consider each debris impact type.

C6.11.1 Alternative Simplified Debris Impact Static
Load. Designing for a conservative, prescriptive load is
allowed to replace specific consideration of impact by logs,
poles, vehicles, boulders, concrete debris, and shipping
containers. The value of 330 kips (1,470 kN) is based on the
cap of 220 kips (980 kN) in Section 6.11.6 for shipping
containers, multiplied by a dynamic amplification of 1.5.
Note that the maximum dynamic amplification factor from
Table 6.11-1 was not used in order to account for the
reduction of peak forces caused by inelastic response of the
impacted component. If it is shown that the site is not in the
container or ship impact zone per Section 6.11.5, then the impact
force is assumed to occur from a direct strike by a wood log.
Lehigh University (Piran Aghl et al. 2014) tested a nominal wood
log of 450-lb (204-kg) weight (see Section C6.11.2). A basic
direct strike force of 165 kips (734 kN) can be used instead of the
330 kips (1,470 kN) based on the shipping container. The
nominal design impact force for logs or poles is limited to the
material crushing strength. This prescriptive 165-kip (734-kN)
load includes a structural dynamic response factor of 1.5 and is
associated with poles and logs with parallel to grain crushing
strength of 5,000 psi (34.5 MPa) (approximately mean plus one
standard deviation) for Southern Pine or Douglas Fir per ASTM
D2555 (2011). The effective contact area is assumed to be
22 sq in. (142 cm2), which represents about 20% of the

FIGURE C6.10-6 Reduction in Slab Uplift Pressure Caused by
Presence of Opening Gap or Breakaway Slab (1 in.=25.4 mm)

FIGURE C6.10-5 Test Setup to Study Effect of Opening Gap or
Breakaway Slab on Uplift Pressure

Table C6.11-1 Conditions for Which Design for Debris Impact
Is Evaluated

Debris
Buildings and

Other Structures

Threshold
Inundation

Depth

Poles, logs, and passenger vehicles Alla 3 ft (0.914 m)
Boulders and concrete debris Alla 6 ft (1.8 m)
Shipping containers Alla 3 ft (0.914 m)
Ships and/or barges Tsunami Risk

Category III
Critical Facilities
and Category IVb

12 ft (3.6 m)

aAll buildings and other structures as specified in Section 6.1.1.
bTsunami Risk Category III Critical Facilities and Category IV buildings and
other structures in the debris impact hazard region as determined in
Section 6.11.5.

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 477

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



end-on area of a 1-ft (30.5-cm) diameter pole, consistent with
Piran Aghl et al. (2014). In all cases, the Orientation Factor, Co,
is applied. The net prescriptive simplified force is conservative
compared with the laboratory test results, which are also
considered conservative compared to likely field conditions.

C6.11.2 Wood Logs and Poles. Previous provisions for
debris impact forces, such as in ASCE 7-10 (2013a),
Section C5.4.5, have been based principally on an impulse-
momentum formulation for rigid-body impact, which requires
an assumption of the duration of impact. Eq. (6.11-2) is based on
stress wave propagation in the debris and hence considers the
flexibility of the debris and structural member. The assumptions
are elastic impact and a longitudinal strike. That is, in the case
of a pole or log, it hits the structure at its butt end, rather
than transversely. Likewise, for a shipping container, per
Section 6.11.6, the assumption is that the end of one bottom
longitudinal rail of the container strikes the structural member.
Full-scale testing at Lehigh University has validated the equation
for a utility pole and a 20-ft (6.1-m) shipping container under these
conditions (Piran Aghl et al. 2014; Riggs et al. 2014). Eq. (6.11-4)
for the duration is also based on elastic impact. It assumes that the
impact force is constant, resulting in a rectangular force–time
history. Although the duration may be underestimated somewhat,
the total impulse is conservative.
The nominal 1,000-lb (454-kg) log or pole is adopted from

ASCE 7-10 (2013a) Section C5.4.5 for flooding. Wood properties
vary widely, but this corresponds approximately to a 30-ft (9.15-m)
log with a 1-ft (30.5-cm) diameter. However, much larger trees are
possible in certain geographical areas, and design professionals
should consider regional and local conditions. The minimum
stiffness is based on these dimensions and a modulus of elasticity
of approximately 1,100 ksi (7,580 MPa). It is obtained from the
well-known EA∕L relation for axial stiffness.
Debris impact is clearly a dynamic event, and the structural

element responds dynamically. However, an equivalent static
analysis is allowed, where the static displacement is multiplied
by a dynamic factor. The scaling factors as a function of the ratio
of impact duration to the natural period of the structural element
represent the shock spectrum. Shock spectra also depend on the
shape of the force–time curve. The shock spectrum specified in
Table 6.11-1 is adopted from ASCE 7-10 (2013a), Section C5.4.5
and is a modified version of the shock spectrum for a half-sine
wave. The difference is that the factor in Table 6.11-1 remains
constant for td∕T > 1.4, whereas the half-sine wave shock
spectrum decreases. However, the Lehigh experimental results
show better agreement with the values in Table 6.11-1 because
the force–time history is not truly a half-sine wave (Piran Aghl
et al. 2014).
The value of Orientation Factor, Co, was derived from the data

of Haehnel and Daly (2004), jointly sponsored by ASCE and
FEMA. It is the mean plus one standard deviation value of the log
debris impact force for trials that included glancing and direct
impacts of freely floating logs.

C6.11.3 Impact by Vehicles. Passenger vehicles are
ubiquitous, float, and are easily transported. This standard
requires the assumption that impact occurs as long as the
inundation depth is sufficient to float the vehicle, which is
deemed to be 3 ft (0.914 m). NCAC (2011, 2012) describe an
experimental and numerical analysis of the frontal crash impact
against a wall of a 2,400-lb (1,090-kg) subcompact passenger
vehicle traveling at 35 mph (15.6 m∕s). Based on the results
therein, the initial stiffness of the vehicle was estimated to be
5,700 lb∕in: (1 kN∕mm). With an assumed velocity of 9 mph
(4 m∕s), Eq. (6.11-2) results in an impact force of approximately

30 kips (133 kN) (Naito et al. 2014). Based on a more likely
glancing impact with a smaller contact area, it is judged that
30 kips (133 kN) is a sufficiently conservative, prescriptive load to
cover a range of possible vehicle impact scenarios. The impact can
occur anywhere from 3 ft (0.914 m) up to the inundation depth.

C6.11.4 Impact by Submerged Tumbling Boulder and
Concrete Debris. The tumbling boulder debris impact force
has been established based on a simplified static approach (Chau
and Bao 2010). A “boulder” weight of 5,000 lb (2,270 kg) (either
an actual boulder at the lower end of the “large boulder”
classification shown in Table C6.11-2 or similar-sized debris
from failed structural components) is considered within the
inundation zone tumbling at a relative maximum velocity of
about 13.1 ft∕s (4 m∕s). A dynamic amplification factor of 2 is
implicitly incorporated in the force. The tumbling boulder is
assumed to impact the structural element at 2 ft (0.61 m) above
grade to reflect that the motion of the boulder is tumbling
(rolling) along the ground surface.

C6.11.5 Site Hazard Assessment for Shipping Containers,
Ships, and Barges. A procedure is specified to determine if
impact from these debris objects should be considered. The
procedure is based on the assumption that the debris is
disbursed from a point source and then the hazard region
associated with the point source is identified. This assumption
may require large container yards or ports to be split into several
point sources, each with its own hazard region. For example, a
port that is spread out longitudinally along the coast may need to
be represented by several point sources.
The basic idea of the procedure is to find a 45° circular sector

with an area equal to 50 times the combined plan area of the
debris, such that the debris, once disbursed, would have an
average concentration (i.e., “area density”) of 2%. The 45° range
about the perpendicular transect is adopted from Section 6.8.6.1.
Because the debris can be transported toward the shoreline
on drawdown, the circular sector is “flipped,” as shown in
Fig. 6.11-1 to account for risk of impact during drawdown. The
combined areas of both circular segments define the hazard
region for which impact from containers, barges, or ships needs
to be considered. This standard allows for the directionality of
flow, and hence impact directionality, to be considered. This
basic procedure was applied to several regions after the 2011
Tohoku tsunami with reasonable success (Naito et al. 2014).
In the cases considered therein, not all debris was within the
hazard region, but most was, and it is assumed that debris that are
distributed more laterally have a significantly smaller velocity
than the flow velocity and hence represent a smaller threat.
Transport of the debris can be limited by tsunami-resilient

structures, geography, and insufficient inundation depth. For
example, containers in a yard that is ringed on the leeward side
by structural steel and concrete structures will not disburse

Table C6.11-2 Boulder Class Size

Boulder Size

in. mm Boulder Classification

160–80 4,000–2,000 Very large boulders
80–40 2,000–1,000 Large boulders
40–20 1,000–500 Medium boulders
20–10 500–250 Small boulders

Source: Data from Lane (1947).
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beyond the structures, as long as they cannot float over the
structures. Similarly, ships with, for example, a 4-ft (1.2-m) draft
will not be transported far or at significant speed in a 4-ft (1.2-m)
inundation depth.

C6.11.6 Shipping Containers. The impact force and duration
equations in Section 6.11.2 are also valid for head-on
(longitudinal) impact by the corner of a shipping container.
See the discussion in Section C6.11.2.

The Lehigh test results (Piran Aghl et al. 2014) have shown
that the mass of container contents does not significantly affect
the impact force as long as the contents are not rigidly attached to
the structural frame. Therefore, for shipping containers, the
empty mass of the container is used in Eqs. (6.11-2) and
(6.11-4). However, the contents may increase the duration
somewhat, so Eq. (6.11-5) is used to obtain an alternative
duration that should also be considered. Note that the force in
that equation is the same as for an empty container. Eq. (6.11-5)
is based on essentially plastic impact caused by plastic deforma-
tion of the container, i.e., the container is assumed to “stick” to
the structural element and not rebound.

Shipping containers are standardized in terms of length,
height, and width, but weight and structural details can vary
somewhat by manufacturer. The values for weight and stiffness
provided in Table 6.11-2 are considered to be reasonable
approximations for most standard ISO shipping containers.
The loaded weights assume that the containers are loaded to
about 50%. Hence, these numbers converted to mass can be
used directly in Eq. (6.11-5) for md þ mcontents. The stiffness
values are based on EA∕L, where E is the modulus of elasticity
of steel, A is the cross-sectional area of one bottom rail of the
container, and L is the length of the rail, not including any cast
end blocks.

Eq. (6.11-2) does not contain any factor to account for an
increase in force caused by the fluid flow being affected by the
sudden stoppage of the debris object, which some other for-
mulations include. For longitudinal impact of a log, such an
increase in force is not expected to be significant. Testing at the
NEES tsunami wave flume at Oregon State University on scale-
model shipping containers also showed that for longitudinal
impacts, the impact force was not significantly affected by the
fluid (Riggs et al. 2014). The force coming from Eq. (6.11-2) is
considered to be sufficiently conservative to allow the transient
fluid “added mass” effect to be ignored.

It should be noted that the maximum required impact force of
220 kip (980 kN) for a shipping container is not the maximum
force that a container could apply. The value is based on the
Lehigh tests at 8.5 mph (3.8 m∕s). Recently published results for
simulations have indicated that the maximum force may be
higher (Madurapperuma and Wijeyewickrema 2013), depending
on the impact scenario. The 220 kip (980 kN) force has been
chosen as a reasonable value for design.

An Orientation Factor, Co, value of 0.65 is used, assuming that
there is similar randomness in the alignment of the lower corner
steel chord of the shipping containers with the target structural
component.

C6.11.7 Extraordinary Debris Impacts. Extraordinary debris
impacts, defined as impact by 88,000-lb (39,916-kg) or larger
marine vessels, should be considered for Tsunami Risk Category
III Critical Facilities and Tsunami Risk Category IV buildings
and structures that are in the debris hazard impact region of a port
or harbor, as defined in Section 6.11.5 and for which the
inundation depth is 12 ft (3.66 m) or larger. The size vessel
to be used depends on the most probable size vessel typically

present at the port or harbor. The harbormaster or port authority
can be consulted to determine typical vessel sizes, ballasted
drafts, and weight displacement under ballasted draft. Typical
vessel sizes are also provided in PIANC (2014).

The nominal impact force is calculated with Eq. (6.11-3), with
the assumption that the vessel stiffness is larger than the struc-
tural member stiffness. Hence, the transverse structural member
stiffness is to be used. The calculated force may be larger than
any economical capacity of the member. Hence, the member may
be assumed to have failed, in which case progressive collapse
should be prevented for these important structures.

C6.11.8 Alternative Methods of Response Analysis. It is also
permitted to carry out a dynamic analysis. This standard specifies
that a rectangular pulse be applied. For a linear elastic analysis of
a single degree of freedom system, the peak response is higher
than that obtained from an equivalent elastic analysis because the
rectangular shock spectrum is larger than the half-sine wave
spectrum; see, for example, Chopra (2012).

If inelastic response is considered, the ductility of the structure
can reduce the force demands. Both a nonlinear time history
analysis as well as a work-energy approach are allowed.

A work-energy method for impact by large, essentially rigid
debris that considers the ductility of the impacted structure leads
to Eq. (C6.11-1):

Fcap = umax

� ð1þ eÞ
ð1þMm∕mdÞ

ffiffiffiffiffiffiffiffiffiffiffiffiffi
2μ − 1

p
� ffiffiffiffiffiffiffiffiffiffi

keMe

p
(C6.11-1)

where

Fcap is the capacity of the structure;
e is the coefficient of restitution between debris and structure
(e shall be assumed to be 1 unless otherwise substantiated);

Me is effective mass of structure at impact point;
ke is the initial elastic stiffness of structure at impact point; and
μ is permissible ductility ratio (e.g., per ACI 349-13 (2013),
Appendix C, Section C.3.7).

This equation is based on an elastic–perfectly plastic force–
displacement relation in which ke is the elastic stiffness, Fcap is
the “yield” force, and μ is the ratio of maximum displacement to
Fcap∕ke. The mass terms are calculated as Mm =

P
miΔi and

Me =
P

miΔ2
i , where Δi represents the static displacements of

the structure, as a result of a force at the impact point, scaled to
have a value of 1 at the impact point. This approach is a slightly
modified version of the approach in Kuilanoff and Drake (1991).

Care should be taken in choosing what part of the structure is
used to obtain ke,Mm, and Me. The duration of impact should be
considered. For example, impact by a log or shipping container
occurs most likely over a very short time frame, and it is unlikely
for all of a large structure to respond during such a short duration.
Therefore, a section of the structure, possibly down to the
structural member, should be considered. However, impact by
a ship may occur over long enough time as to allow the entire
structure to respond, and it may be appropriate to consider the
entire structure.

For other work-energy approaches, where forces are accom-
modated by inelastic behavior up to some permissible ductility,
the structure’s initial stiffness is modified to an effective
stiffness that reflects that deformation. In lieu of a nonlinear
time history analysis, the secant or effective stiffness is a
recognized technique of linearizing the modeled response analy-
sis based on a performance point in the inelastic range, as shown
in Fig. C6.11-1. Sample analysis indicates that in order to reach
consistent results over a broad range of inelastic behavior, the
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velocity applied in the work-energy method of analysis shall be
umax multiplied by the product of importance factor, I tsu and the
Orientation Factor, Co.

C6.12 FOUNDATION DESIGN

Design of structure foundations and tsunami barriers should
consider changes in the site surface and in situ soil properties
during the design tsunami. In addition to the site response and
geologic site hazard considerations, similar to the seismic hazard
provisions of this standard, the designer should consider both
topographic changes caused by scour and erosion, and the effects
of surrounding natural or design elements such as shielding
and flow concentrations caused by other structures. Natural or
designed countermeasures, such as barriers, berms, geotextile
reinforcements, or ground improvements designed to protect the
foundations and relieve them of direct loads, may be applied in
the proximity of the foundation as well as in the foundation itself.
For deep foundations, the pile design procedure for tsunami

loads relies upon determining the maximum anticipated loss of
strength and scour depth from pore pressure softening while
being subjected to the assigned inundation loading. The scour
depths are based upon best available tsunami observation and
analytical research. For comparison, the effects of general site
erosion and local scour on deep foundations are also discussed
for hurricane events producing similar magnitudes of general
erosion and scour in FEMA 55 (2011), Section 10.5. Failures of
deep foundations can result from either overloading the pile itself
or from overloading at the pile–soil interface. Increasing a pile’s
embedment depth does not offset a pile with a cross section that
is too small or pile material that is too weak; similarly, increasing
a pile’s cross section (or its material strength) does not compen-
sate for inadequate pile embedment. The proposed approach
provides a check on both cases for simple calculations. Advanced
numerical modeling can assist in determining if load combina-
tions can be reasonably isolated and may justify more efficient
designs, as in the design of piles, to resist seismic liquefaction
and shaking combinations.
The basic principle for foundation design is to apply the loads

under pseudostatic conditions. As with seismic loads, for Critical
Facilities subject to significant tsunami loads, it may be appro-
priate to apply time history loading, applying various combina-
tions of loads and effects (Section 6.12.3).
This section is organized to provide a logical progression of

analytical steps to define siting effects and to apply suitable
countermeasures consistent with the direct loads. For in-water or
over-water structures or barriers, which are beyond the intent of
this standard, it is suggested that foundation design may be
approached by applying the specified tsunami loads and using

appropriate offshore design methods such as USACE CEM
(2011), California MOTEMS (California State Lands Commis-
sion 2005), PIANC (2010), and API (2004).
In the tsunami load combination (as an extraordinary load in

this standard Section 2.5.2), a 1.0 factor onHtsu is used rather than
the 1.6 factor in Section 2.3.2 since loading and unloading of bulk
material storage structures would not be done during a tsunami.
A quotation from USACE (2005), Stability Analysis of

Concrete Structures, is relevant to the necessary coordination
between geotechnical and structural engineers:

Even though stability analysis of concrete structures is a
structural engineering responsibility, the analysis must be
performed with input from other disciplines. It is necessary
to determine hydrostatic loads consistent with water levels
determined by hydraulic and hydrological engineers.
Geotechnical engineers and geologists must provide
information on properties of foundation materials, and
must use experience and judgment to predict behavior
of complex foundation conditions. To ensure that the
proper information is supplied, it is important that those
supplying the information understand how it will be used by
the structural engineer. To ensure that the information is
applied appropriately, it is important that the structural
engineer understand methods and assumptions used to
develop this interdisciplinary data.

Therefore, it is recommended that the report of the geotechni-
cal investigation for a project in the Tsunami Design Zone
include explanation of the derivation of design values for explicit
use in strength design load combinations in accordance with
Section 6.12.1.

C6.12.1 Resistance Factors for Foundation Stability
Analyses. Typical failure mechanisms evaluated in foundation
stability analyses are the following:

• Lateral sliding (due to tsunami forces with the added effects
of any unbalanced lateral soil pressures caused by local
scour on one side);

• Uplift or flotation;
• Piping conditions caused by excess seepage stresses
reducing the strength and integrity of the soil fabric;

• Slope stability analysis (caused by saturation and pore
pressure softening effects of inundation); and

• Bearing capacity (where soil strength properties may be
affected by sustained pore pressures. However, lateral slid-
ing failures typically occur before actual bearing stress
failures, so this analysis is not expected to be governing,
except where specifically cited in this chapter to be checked,
e.g., hydrostatic fluid forces caused by differential water
depth).

These effects are dominated by tsunami effects on the foun-
dation and soil properties. As is typical with other geotechnical
problems, soil loading analysis incorporates geotechnical judg-
ment in selecting a reduced nominal strength that is valid across
the variability of the soil deposit or load bearing strata and in
recognition of the inherently nonlinear behavior of soil materials.
For nonlinear materials, such as soils, a limit state is assumed to
exist along some failure surface, and the resultant actions from an
equilibrium analysis are compared to the reduced nominal
strength for that material. Hence, this approach is commonly
called limit equilibrium analysis. To ensure that the assumed
failure does not occur, a resistance factor is applied to the
material nominal strength. This factor does not imply an allow-
able stress design methodology of elastic analysis. However, the

FIGURE C6.11-1 Stiffness Definitions for Initial Elastic and
Effective Secant Stiffness

Source: Data from Sullivan et al. (2004).
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inverse of the resistance factor is often called a “factor of safety”
in the recognized literature. So, equivalently,

Applied Load or Stress Resultant ≤ ϕResistance

The “factor of safety” of 1.33 is a common minimum appli-
cable to the analytical methods and practices for typical founda-
tions, berms, geotextiles, and slope applications under a variety
of design standards (USACE 2005, 2011). To recognize tsunami
resistance as having progressive consequences to an initial
failure, a ϕ of 0.67 is used as the corresponding resistance factor
(i.e., a value lower than 1∕1.33). The factor of safety for uplift of
1.5 has been adapted from USACE (2005) to allow a credit for
the uplift resistance of piles and anchors since traditional water
retention structures often rely solely on gravity for stability.
Accordingly, the corresponding uplift resistance factor is 0.67.
With a uniform resistance factor, combined effects of the tsunami
on the foundation can be consistently evaluated.

C6.12.2 Load and Effect Characterization. Because of the
successive cycles of tsunami inundation, foundation loads should
be considered concurrent and cumulative and need to take into
account landward flow of the tsunami waves, outflow of
drawdown water, and the possibility that areas remain flooded
between and after waves. Fig. C6.12-1 presents a schematic
representation of the applicable loading on a foundation element
for the design condition after local scour and general erosion
have occurred and pore pressure and seepage effects are present.

In addition to the shear, axial, and bending forces that are
transmitted to the foundation from a structure during a tsunami,
the direct hydrostatic and hydrodynamic loading of the founda-
tion or barrier because of exposure to flow from general erosion
or local scour should be considered. Loading is affected by flow
blockages and flow focusing as well as by dissipation of energy
at the structure or foundation. Lateral soil pressure and pressure
gradients are also affected by the tsunami inundation and may
result in unbalanced loading because of flow blockage, excessive
seepage, and unsteady flow effects.

C6.12.2.1 Uplift and Underseepage Forces. Hydrostatic uplift
and seepage forces are traditionally considered for structures
such as dams and levees that are designed to control or retain
water. In the case of tsunamis, however, where there is sustained
overland flow as well as trapping of water in low-lying areas and
behind berms, roads, and foundations, the uplift force on the
base of foundation elements should be evaluated. Guidance for
design in the presence of uplift and seepage is available in

USACE (1989, 2005). To evaluate the potential for soil satura-
tion, seepage, and uplift, careful site investigations should be
conducted to determine soil characteristics. Soil permeability and
the potential for erosion, soil blowout, and piping during tsunami
inundation should be assessed. Guidance for evaluating critical
gradients with potential for internal erosion and piping caused by
high-velocity inundation seepage stresses is available in Zhang
et al. (2010) and Jantzer and Knutsson (2013).

To ensure that failure does not occur, a resistance factor is
applied to the resistance of anchoring elements in recognition of
the uncertainty and inherent variability in the soil resisting
properties in uplift and/or underseepage conditions. Current load
and resistant factors are provided in accordance with the unique
dynamic loading magnitude and velocity conditions associated
with tsunami inundation conditions. Future research is needed to
determine if material-specific resistance factors are needed for
conditions of excessive underseepage and resulting loss of
strength. A methodology developing specific resistance factors
for earthquake loading (Akbas and Tekin 2013) may provide
an example to consider for adaptation to tsunami seepage
conditions.

For foundations subject to tsunami flows and inundation, the
weight of the structure and the soils that overlie the foundation
act together with the foundation elements to resist uplift, as
described in Eq. (C6.12-1):

0.9Dþ Ftsu ≤ ϕR (C6.12-1)

where

D = Counteracting downward weight of the structure, includ-
ing deadweight and soil, above the bearing surface of the
foundation exposed to uplift. The moist or saturated unit
weight shall be used for soil above the saturation level, and
the submerged unit weight shall be used for soil below the
groundwater table.

Ftsu = Net maximum uplift caused by the distribution of hydro-
static pressure around the building as determined from the
analysis of tsunami inundation. The Load Cases during
inflow and outflow of the tsunami are defined in
Section 6.8.3.1.

R = Upward design load resisting capacity for foundation
structural elements, such as piles and anchors.

ϕ = Resistance factor, which is 0.67 for these uplift resisting
elements.

C6.12.2.2 Loss of Strength. Loss of strength is a critical
design consideration that may require extensive mitigative
countermeasures to be incorporated in the design. Loss of
shear strength under tsunami loading can result from tsunami-
induced pore pressure softening, piping, or seismic shaking. Pore
pressure softening is a mechanism whereby increased pore-
water pressure is generated during rapid tsunami loading and
is released during drawdown. This increased pore-water pressure
can soften the ground and decrease its effective shear strength.
This decline decreases the shear stress required to initiate
sediment transport and increases the scour depth. The primary
differences between seismic liquefaction and tsunami-induced
pore pressure softening are illustrated in Fig. C6.12-2.

The methods used to evaluate loss of strength caused by pore
pressure softening should take into account the fundamentals of
soil mechanics, including flow through porous media. The
primary interest is estimated elevated pore pressures, uplift forces
on soil grains, loss of confinement (decrease in effective stress),
and associated loss of shear strength. The loss of shear strength is
presumed to follow directly the percent loss of confinement.

FIGURE C6.12-1 Schematic of Tsunami Loading Condition for a
Foundation Element
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Scale modeling or numerical modeling of soil–structure–fluid
interactions may be used. Alternatively, loss of strength caused
by pore pressure softening may be evaluated by multiplying the
shear strength by a factor 1 − Λ, where Λ is a scour enhancement
parameter (Tonkin et al. 2003). The scour enhancement parame-
ter Λ approximates the fraction of the weight of soil grains that is
supported by the excess pore water pressure. Equivalently, it is a
measure of the loss of confinement. The loss of shear strength as
it relates to both scour and structural design is presumed to follow
directly this fractional loss of confinement. This strength reduc-
tion may be applied uniformly throughout the evaluation depth.
The corresponding increased active and decreased passive earth
pressures in this zone should be evaluated.

Λ= min

�
0.5;

2p
π
:

hmaxγs
γb

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
cV ðTdrawÞ

p
�

(C6.12-2)

where

hmax is the maximum inundation depth;
γb is the buoyant weight density of the soils (see below);
γs is the fluid weight density for tsunami loads (from

Section 6.8.5);
cV is the consolidation coefficient of the soil (see below); and

Tdraw is the drawdown timescale of the tsunami (see below).

The buoyant weight density of sediment, γb, is the difference
between the bulk weight density of the saturated soil skeleton and
the weight density of the pore water. When calculating γb, the
pore water shall be treated as clean seawater with specific
weight γsw.
Typical values of the consolidation coefficient cV for sand

and gravel are as follows (Tonkin et al. 2003; Hicher 1996;
Francis 2008):

• Gravel: 10 ft2∕s to 1,000 ft2∕s (approximately 1 to
100 m2∕s);

• Sand: 0.1 ft2∕s to 1 ft2∕s (approximately 0.01 to 0.1 m2∕s).

When calculating Λ for finer materials, cV may be taken as
0.1 ft2∕s (approximately 0.01 m2∕s). Although much lower
values are commonly used in standard geotechnical practice,
these very low values would lead to excessive loss of strength for

fine materials. Field observations provide no evidence that loss of
strength or scour is substantially greater in finer soils.
In the absence of a more detailed time series analysis, the

drawdown timescale Tdraw may be taken to be one-quarter of the
tsunami wave period T tsu. In areas where the maximum
Froude number is less than 0.5, the value of Λ may be multiplied
by an adjustment factor that linearly varies from 0 at the
horizontal inundation limit to 1.0 at the point where the Froude
number is 0.5.

C6.12.2.3 General Erosion. Both general erosion and local
scour can contribute to the lowering of ground around a
structure foundation. In the absence of countermeasures such
as protective slabs on grade, the sum of general erosion and local
scour is used in foundation design. Scour effects are generally
discussed (nonspecific to tsunami) in USACE (1984, 1993),
Simons and Senturk (1977), and FHWA (2012).
Evaluation of general site erosion may be based upon the

standard literature and models that describe flood-induced gen-
eral erosion, e.g., USACE 2010. However, these approaches do
not include the effects of pore pressure softening. Pore pressure
softening can increase the depth of general site erosion, as
described in Yeh and Li (2008) and in Xiao et al. (2010). The
effect of pore pressure softening on erosion and during
drawdown may be evaluated using physical scale modeling or
numerical modeling of soil–structure–fluid interactions similar to
those described in these references.
Alternatively, the increase in general site erosion during

drawdown may be evaluated by multiplying the buoyant specific
weight γb of the sediment or the critical shear stress by a
factor 1 − Λ. The scour enhancement parameter Λ is given in
Eq. (C6.12-2). This approach is based on the model of Tonkin
et al. (2003).
Channelized scour occurs when significant quantities of return

flow collect into a channel, for example, along a seawall or in a
preexisting streambed. Because of this flow concentration, the
scour depth in such channels can be greater than the general site
erosion. If the geometry of the situation and lack of counter-
measures suggest that channelized scour may be a factor, then
this type of erosion should be analyzed. Pore pressure softening
need not be factored into the depth of channelized scour because
pore pressure softening is associated with rapid changes in

FIGURE C6.12-2 Schematic Diagram Showing Differences between Seismic Liquefaction and Tsunami-Induced Pore Pressure Softening
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hydrodynamic loading, whereas channelized scour is associated
with a longer timescale of drawdown flow collected from a wider
area.

C6.12.2.4 Scour. The geometry of the structure should be
considered in the evaluation of local scour. Specifically, it
should be determined whether tsunami flow is expected to be
around the structure, causing flow acceleration around the
obstruction, or whether the flow overtops the structure.
Because of the very high stress gradients caused in tsunami
flow, all levels of soil cohesion short of weathered rock or hard
saprolite have been observed to rupture.

C6.12.2.4.1 Sustained Flow Scour. Sustained flow scour is
caused by tsunami flow around a structure. Numerical, physical
modeling or empirical methods may be used for sustained
flow scour; the analysis method should consider the effects of
pore pressure softening. The methodology provided here is
described in Tonkin et al. (2013) and is based on a comparison
of post-tsunami field observations of scour around structures with
the model of Tonkin et al. (2003). The area extent is based
solely on field observations in Francis (2008) and Chock et al.
(2013b).

C6.12.2.4.2 Plunging Scour. Plunging scour is caused by
tsunami flow over an overtopped structure. Numerical, physical
modeling or empirical methods may be used for sustained flow
scour; however, the analysis method is not required to include the
effects of pore pressure softening. The methodology provided
here is described in Tonkin et al. (2013) and is based on a
comparison of post-tsunami field observations of scour around
structures with the physical model results of Fahlbusch (1994) as
described in Hoffmans and Verheij (1997).

C6.12.2.6 Displacements. Calculation of displacements is
performed with the same procedures as other geotechnical
displacement calculations recognized in literature for the
identified cases of footing, slopes, walls, and piles. Each uses
a different procedure. The calculations for tsunami cases are
possible with no procedural modifications because the tsunami
loads given in Section 6.12.2 are in a form consistent with other
geotechnical loads.

C6.12.3 Alternative Foundation Performance-Based Design
Criteria. In ASCE 41-13 (2014), foundation strength and
stiffness characterization parameters are generally suitable for
tsunami loading, but its procedures are not suitable for direct
reference in the provisions. It may be also desirable for the
foundation performance objectives for the facility to consider the
role of the facility within community resilience and sustainability
objectives. Tradeoffs that go beyond structural hardening
include siting countermeasures, evacuation planning, and other
emergency response planning provisions. In addition to Life
Safety, loss of physical infrastructure and consequential damage
and economic impacts to occupants and community services
and commerce may be considered. These concepts are discussed
in Presidential Policy Directive (2013) and TISP (2012). For
Tsunami Risk Category IV buildings and structures, particularly
in Site Classes D, E, and F, a tsunami–soil–structure interaction
modeling analysis is recommended. Such modeling analysis is
typically performed by geotechnical engineers.

C6.12.4 Foundation Countermeasures

C6.12.4.1 Fill. The uses of structural fill are discussed in
FEMA 55 (2011), Section 10.3. Structural fill can be eroded
during tsunamis, and it may not be feasible to provide adequate

countermeasures in some areas without additional ground
improvement or reinforcement, such as geotextiles.

C6.12.4.2 Protective Slab on Grade. Exterior slab-on-grade
uplift shall be assumed to occur as a preexisting condition to
computation of local, sustained flow and plunging scour unless
determined otherwise by a site-specific design analysis based
upon recognized literature. The design of stable slabs on grade
under tsunami loading relies on recognizing the potential for
scour at slab edges and ensuring the stability of slab sections and
substrate. At slab edges, grade changes often result in rapid
changes in flow speed and depth, which can carry away material
and substrate, while large-scale pressure fluctuations in high-
speed flows over pavers or concrete slab sections can pry sections
loose and cause further damage. This type of damage, as well as
failure of substrate and loss of soil strength, has been observed
both during overwash by tsunamis (Yeh and Li 2008; Yeh et al.
2012) and during coastal storms (Seed et al. 2008). A schematic
showing the different loading conditions and consideration is
shown in Fig. C6.12-3.

Guidance for protective slab-on-grade design is drawn from
roadway design in the coastal environment and is discussed in
Douglass and Krolak (2008), with specific recommendations
for best practices at slab-on-grade transitions in Clopper and
Chen (1988).

C6.12.4.3 Geotextiles and Reinforced Earth Systems. Use of
geotextiles to provide foundation stability and erosion resistance
under tsunami loading provides internal reinforcement to the soil
mass through both high- and low-strength geotextiles. They are
applied in various configurations, relying upon composite
material behavior to a predetermined geometry of improved
ground bearing on strata that remain stable through the event
loading. Broad use in coastal environments has proven their
effectiveness with varying levels of reinforcement used to
address varying severity of water and wave loading. They can
be effective for creating protective reinforcement to traditional
shallow footings, slabs on grade, small retaining walls, berms,
and larger structures up to tall mechanically stabilized earth
walls as used in the transportation industry. Additional
guidance for geotextile placement and design is available
from the following:

1. FHWA (2010). Geotechnical Engineering Circular No. 11,
“Design and construction of mechanically stabilized earth
walls and reinforced soil slopes,” FHWA-NHI-10-024.

2. AASHTO (2006). “Standard Specification for Geotextile
Specification for Highway Applications,” M288-06.

FIGURE C6.12-3 Schematic of Tsunami-Induced Loading on
Exterior Slabs On Grade
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C6.12.4.4 Facing Systems. Facing materials in coastal
structures and reinforced earth systems are critical to prevent
raveling and erosion. AASHTOM288-06 (2006) provides design
guidance for geotextile filter layers assuming high-energy wave
conditions. Armor sizing in areas of high Froude number should
take into account the high-velocity turbulent flows associated
with tsunamis and the height of the incoming waves. FHWA
(2009) provides methods appropriate for current flow. Esteban
et al. (2014) provides an adaptation of the Hudson equation
(USACE 2011) for tsunami waves. Some approaches, such as
the Van der Meer equation provided in USACE 2011,
recommend armor stone sizing that decreases with increasing
wave periods; these approaches should not be used for design of
tsunami-resistant facing systems. In areas of low Froude number,
the tsunami acts more as current flow, and stone sizing may be
treated accordingly using standard methods.

C6.12.4.5 Ground Improvement. Soil–cement ground
improvement for foundations is effective under high-velocity
turbulent flows such as tsunamis because it provides both
strength and erosion resistance to the improved mass. The
widely used methods of deep soil mixing and jet grouting can
be applied in a variety of geometries and design strengths for
particular tsunami loading conditions. These methods, when
incorporated in the modeling and analysis methods in this
section, can be used to determine the optimal limits of
treatment for desired performance levels. Similar applications
are used for bridge scour and foundations for levees, dikes, and
coastal structures. Additional guidance for soil–cement ground
improvement is available in the following:

1. FHWA (2000). “An Introduction to the Deep Soil Mixing
Methods as Used in Geotechnical Applications,” FHWA-
RD-99-138.

2. USACE (2000). “Design and Construction of Levees,”
Appendix G: Soil–Cement for Protection, EM 1110-2-
1913.

3. ASTM International (2007). “Standard Test Methods for
Compressive Strength of Molded Soil–Cement Cylinders,”
D1633-00.

C6.13 STRUCTURAL COUNTERMEASURES FOR
TSUNAMI LOADING

The potential extreme magnitude or severity of tsunami loading
warrants use of robust or redundant structural countermeasures,
including Open Structures, retrofitting and/or alterations, and use
of tsunami mitigation barriers located exterior to buildings. The
type of selected countermeasures and their strength and extent of
protection are dependent upon both performance objectives of
the structure to be protected and the extent of protection achiev-
able by countermeasures applied to the structure itself. For most
sites, an alternatives evaluation of these three types of counter-
measures is needed to identify the optimal protection method or
blend of methods. The application of structural countermeasures
should be integrated with foundation countermeasures described
in Section 6.12.4.

C6.13.2 Tsunami Barriers. Tsunami mitigation barriers
consist of widely varying materials and designs, ranging from
simple berms and engineered levees to advanced performance-
based, instrumented, heavy coastal infrastructure systems
of reinforced concrete barrier walls with active or passive
floodgates. The design of large-scale coastal infrastructure
barriers for extreme tsunami loading may involve other
considerations beyond the scope of this section. Areas with

existing tsunami mitigation barriers require coordination of
performance objectives and interactions with new barrier
designs, and design should include combined system scenario
modeling.
Tsunami barriers are required in some cases to achieve reliable

Life Safety performance under extreme tsunami loads, and this
requirement highlights the need to consider siting design as well
as traditional structure-level design. Tsunami barriers may also
provide an opportunity for more cost-effective mitigation under
modest to medium inundation loads.
Performance objectives of barriers may include the possibility

of some overtopping. Overtopping may result in residual inun-
dation of the protected structure. Design to account for the
inundation caused by barrier overtopping is critical for those
cases of intentional overtopping, and it is still prudent as a
precaution for possible extreme events in excess of design levels.
This section focuses on adaptation of existing standards for

modest-size levee design with geotextile reinforced earth and
facing systems, using current best practices developed after
Hurricane Katrina with consideration of the Tohoku tsunami
(Kuwano et al. 2014). The standards are being evaluated and
applied on a massive scale in the Gulf Coast and California
(USACE 2000; California DWR 2012; CIRIA 2013). These
methods incorporate specific failure mode analysis of fundamen-
tal performance requirements for stability, seepage control, and
erosion and scour control, including overtopping conditions. The
guidance also calls for checks of conventional levee design
criteria.

C6.13.2.2 Site Layout. The simplified guidance for
determining the layout (location and linear extent) of tsunami
mitigation barriers uses simplified shoreline setback and tsunami
incident angle shielding criteria, based upon general coastal
engineering principles of wave inundation and barrier
interaction (USACE 2011). This layout can be optimized with
site-specific inundation scenario modeling. In this case, the
designer should consider an analysis of various alternative
barrier configurations to best address complex wave
interactions during runup, drawdown, and channeling.
The requirement on radius of curvature for alignment changes

is based on the avoidance of sharp corners, which may be
vulnerable to scouring.

C6.14 TSUNAMI VERTICAL EVACUATION REFUGE
STRUCTURES

Tsunami Vertical Evacuation Refuge Structures are a special
classification of buildings and structures within the Tsunami
Evacuation Zone designated as a means of alternative evacuation
in communities where sufficiently high ground does not exist or
where the time available after the tsunami warning is not deemed
to be adequate for full evacuation before tsunami arrival. Such a
building or structure should have the strength and resiliency
needed to resist all effects of the Maximum Considered Tsunami.
Despite the devastation of the March 11, 2011, Tohoku tsunami
along the northeast coastline of Honshu Island of Japan, there
were many tsunami evacuation buildings that provided safe
refuge for thousands of survivors (Fraser et al. 2012; Chock et al.
2013b). In the United States, the Federal Emergency Management
Agency published the P-646 Guidelines for Design of Structures
for Vertical Evacuation from Tsunamis (FEMA 2012) as a set of
guidelines for the siting, design, construction, and operation of
vertical evacuation refuges. However, as a guideline, it is not
written in mandatory language necessary for building code and
design standards. Therefore, this standard includes the technical
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requirements for such structures, using FEMA (2012) as a pre-
standard reference. The unreduced live load of 100 psf (4.8 kPa)
for public assembly is deemed adequate because occupancy of the
designated refuge areas should not be more densely packed than
exits; this unreduced live load is consistent with the basic intent of
FEMA (2012).

Particularly important considerations are the elevation and
height of the refuge since the refuge should provide structural
Life Safety for the occupants within a portion of the refuge that is
not inundated. Therefore, additional conservatism is necessary in
the estimation of inundation elevation. The minimum elevation
for a tsunami refuge area is, therefore, the Maximum Considered
Tsunami inundation elevation at the site, multiplied by 1.3, plus
10 ft (3.05 m). Section 6.14.1 states, “This same Maximum
Considered Tsunami site-specific inundation elevation, factored
by 1.3, shall also be used for design of the Tsunami Vertical
Evacuation Refuge Structure in accordance with Sections 6.8 to
6.12.” There have been extensive comparisons of predicted
versus observed heights for historic tsunamis. A plus or minus
30% deviation is generally described as reasonable agreement
between field-observed data and model-predicted values. For this
reason, the additional 30% factor is consistent with the skill level
of present-day tsunami inundation models, for example, as
discussed in Tang et al. (2009, 2012).

In the event that it is discovered that the Tsunami Vertical
Evacuation Refuge Structure is altered, damaged, or significantly
deteriorated, the structure may need to be evaluated by a regis-
tered design professional to confirm that it still satisfies the
requirements of this chapter.

C6.15 DESIGNATED NONSTRUCTURAL
COMPONENTS AND SYSTEMS

“Designated nonstructural components and systems” is an ex-
plicitly defined term in Section 6.2; they are within certain
buildings and structures of higher importance. Designated non-
structural components and systems are those that are assigned a
component importance factor, Ip, equal to 1.5, per Section 13.1.3
of this standard. Designated nonstructural components and sys-
tems require special attention since they are needed to continue to
perform their functions after both earthquake and tsunami events.
For this reason, the same definition of what is considered a
designated nonstructural component is used for tsunami effects
as is used for earthquake effects. Nonstructural systems that are
required for the continued operation of an essential building or
structure in a Tsunami Design Zone need to be protected from
tsunami inundation effects.

From a tsunami perspective, there are three approaches that
can be used to better ensure that designated nonstructural com-
ponents will perform as needed. One approach is to locate the
components in the structure of concern above the Maximum
Considered Tsunami inundation elevation. The second approach
is to protect the components from inundation effects. Providing a
tsunami barrier that surrounds the facility being protected and
prevents water from reaching the component during tsunami
inundation is one acceptable way of protecting the component(s)
and the facility. The barrier height is set as 1.3 times the
maximum inundation elevation, which is the same level of
conservatism used for Tsunami Vertical Evacuation Refuge
Structure design in Section 6.14. For large facilities where the
tsunami barrier surrounds many structures, the height of the
barrier may vary because the maximum inundation level may
vary along the perimeter of the protective berm. The third
approach that can be used is to allow the components to be
designed directly for tsunami effects. The third approach may be

suitable for pipes and vessels, which are inherently leak tight.
However, it would not be suitable for mechanical or electrical
equipment, where submersion in water (likely saltwater) would
probably render the equipment inoperable. For the third ap-
proach, the designated nonstructural components and systems
would need to be designed to resist flotation, collapse, and
permanent lateral displacement caused by action of tsunami and
debris loads in accordance with the earlier part of Chapter 6.

C6.16 NONBUILDING TSUNAMI RISK CATEGORY III
AND IV STRUCTURES

The requirements of this section apply to nonbuilding structures
that are required to be designed for tsunami effects. Risk
Category II nonbuilding structures do not generally need to be
designed for tsunami effects, and therefore requirements for Risk
Category II nonbuilding structures are not provided. It should be
noted, however, that some nonbuilding structures, such as tanks
and vessels, could float if inundated, and it may be wise to tether
or restrain them so that they would not cause damage to other
nonbuilding critical structures in the vicinity (Naito et al. 2013).
Requirements are provided for both Tsunami Risk Category III
and IV nonbuilding structures.

From a tsunami perspective, there are four or more approaches
that can be used to design nonbuilding structures to resist tsunami
effects. The first is to design the structure and its foundation to
resist the effects of tsunami forces directly per the requirements
of Section 6.8. The second is to locate the nonbuilding structure
safely above the Maximum Considered Tsunami inundation
elevation. A safe height is deemed to be 1.3 times the maximum
inundation elevation. The third approach is to protect the com-
ponents from inundation effects. Providing a tsunami barrier that
surrounds the facility being protected and prevents water from
reaching the nonbuilding structures during tsunami inundation is
one acceptable way of protecting the components and the facility.
The barrier height is set as 1.3 times the maximum inundation
elevation; this is the same level of conservatism used for Tsunami
Vertical Evacuation Refuge Structure design in Section 6.14. For
large facilities where a tsunami barrier surrounds many struc-
tures, the height of the barrier may vary because the maximum
inundation level may vary along the perimeter of the protective
berm. A fourth approach is to design a protective barrier to
mitigate the inundation depth to a level sustainable by the
structure (rather than keeping the structure entirely dry).
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CHAPTER C7

SNOW LOADS

Methodology. The procedure established for determining design
snow loads is as follows:

1. Determine the ground snow load for the geographic
location (Sections 7.2 and C7.2).

2. Generate a flat roof snow load from the ground
load with consideration given to (1) roof exposure

(Sections 7.3.1, C7.3, and C7.3.1); (2) roof thermal -
condition (Sections 7.3.2, C7.3, and C7.3.2); and (3)
occupancy and function of structure (Sections 7.3.3 and
C7.3.3).

3. Consider roof slope (Sections 7.4 through 7.4.5 and
C7.4).

4. Consider partial loading (Sections 7.5 and C7.5).
5. Consider unbalanced loads (Sections 7.6 through 7.6.4

and C7.6).
6. Consider snow drifts: (1) on lower roofs (Sections 7.7

through 7.7.2 and C7.7) and (2) from projections
(Sections 7.8 and C7.8).

7. Consider sliding snow (Sections 7.9 and C7.9).
8. Consider extra loads from rain on snow (Sections 7.10

and C7.10).
9. Consider ponding loads (Section 7.11 and C7.11).

10. Consider existing roofs (Sections 7.12 and C7.12).
11. Consider other roofs and sites (Section C7.13).
12. Consider the consequences of loads in excess of the

design value (see the following text).

Loads in Excess of the Design Value. The philosophy of the
probabilistic approach used in this standard is to establish a
design value that reduces the risk of a snow load–induced failure
to an acceptably low level. Because snow loads in excess of the
design value may occur, the implications of such “excess” loads
should be considered. For example, if a roof is deflected at the
design snow load so that slope to drain is eliminated, “excess”
snow load might cause ponding (Section C7.11) and perhaps
progressive failure.

The snow load/dead load ratio of a roof structure is an
important consideration when assessing the implications of
“excess” loads. If the design snow load is exceeded, the percent-
age increase in total load would be greater for a lightweight
structure (i.e., one with a high snow load/dead load ratio) than for
a heavy structure (i.e., one with a low snow load/dead load ratio).
For example, if a 40 lb/ft2 (1.92 kN/m2) roof snow load is
exceeded by 20 lb/ft2 (0.96 kN/m2) for a roof that has a
25 lb/ft2 (1.19 kN/m2) dead load, the total load increases by
31% from 65 to 85 lb/ft2 (3.11 to 4.07 kN/m2). If the roof
had a 60 lb/ft2 (2.87 kN/m2) dead load, the total load would
increase only by 20% from 100 to 120 lb/ft2 (4.79 to
5.75 kN/m2).

C7.2 GROUND SNOW LOADS, pg

The mapped snow load provisions in Fig. 7.2-1 were developed
from an extreme-value statistical analysis of weather records of
snow on the ground (Ellingwood and Redfield 1983). The map
was produced by the Corps of Engineers, Cold Regions Research
and Engineering Laboratory (CRREL).The lognormal distribu-
tion was selected to estimate ground snow loads, which have a
2% annual probability of being exceeded (50-yr mean recurrence
interval).

Maximum measured ground snow loads and ground snow
loads with a 2% annual probability of being exceeded are
presented in Table C7.2-1 for National Weather Service (NWS)
“first-order” stations at which ground snow loads have been
measured for at least 11 years during the period 1952–1992.

Concurrent records of the depth and load of snow on the
ground at 204 NWS first-order stations were used to estimate the
ground snow load and the ground snow depth that has a 2%
annual probability of being exceeded for each of these locations.
The period of record for these 204 locations, where both snow
depth and snow load have been measured, averages 33 years up
through the winter of 1991–1992. A mathematical relationship
was developed between the 2% depths and the 2% loads. The
nonlinear best-fit relationship between these extreme values was
used to estimate 2% (50-yr mean recurrence interval) ground
snow loads at about 9,200 other locations at which only snow
depths were measured. These loads, as well as the extreme-value
loads developed directly from snow load measurements at 204
first-order locations, were used to construct the maps.

In general, loads from these two sources were in agreement.
In areas where there were differences, loads from the 204 first-
order locations were considered to be more valuable when the
map was constructed. This procedure ensures that the map is
referenced to the NWS observed loads and contains spatial
detail provided by snow depth measurements at about 9,200
other locations.

The maps were generated from data current through the 1991–
1992 winter. Where statistical studies using more recent infor-
mation are available, they may be used to produce improved
design guidance.

However, adding a big snow year to data developed from
periods of record exceeding 20 years will usually not change
50-yr values much. As examples, the databases for Boston and
Chattanooga, Tennessee, were updated to include the winters of
1992–1993 and 1993–1994 because record snows occurred there
during that period. In Boston, 50-yr loads based on water
equivalent measurements only increased from 34 to 35 lb/ft2

(1.63 to 1.68 kN/m2), and loads generated from snow depth
measurements remained at 25 lb/ft2 (1.20 kN/m2). In Chatta-
nooga, loads generated from water equivalent measurements
increased from 6 to 7 lb/ft2 (0.29 to 0.34 kN/m2), and loads
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Table C7.2-1 Ground Snow Loads at National Weather Service
Locations Where Load Measurements Are Made

Location

Ground Snow Load (lb/ft2)

Years of
Record

Maximum
Observed

2% Annual
Probabilitya

ALABAMA
Birmingham 40 4 3
Huntsville 33 7 5
Mobile 40 1 1

ARIZONA
Flagstaff 38 88 48
Tucson 40 3 3
Winslow 39 12 7

ARKANSAS
Fort Smith 37 6 5
Little Rock 24 6 6

CALIFORNIA
Bishop 31 6 8
Blue Canyon 26 213 242
Mt. Shasta 32 62 62
Red Bluff 34 3 3

COLORADO
All cities NA NA See Table 7.2-2

CONNECTICUT
Bridgeport 39 21 24
Hartford 40 23 33
New Haven 17 11 15

DELAWARE
Wilmington 39 12 16

GEORGIA
Athens 40 6 5
Atlanta 39 4 3
Augusta 40 8 7
Columbus 39 1 1
Macon 40 8 7
Rome 28 3 3

IDAHO
All cities NA NA See Table 7.2-3

ILLINOIS
Chicago 26 37 22
Chicago-O’Hare 32 25 17
Moline 39 21 19
Peoria 39 27 15
Rockford 26 31 19
Springfield 40 20 21

INDIANA
Evansville 40 12 17
Fort Wayne 40 23 20
Indianapolis 40 19 22
South Bend 39 58 41

IOWA
Burlington 11 15 17
Des Moines 40 22 22
Dubuque 39 34 32
Sioux City 38 28 28
Waterloo 33 25 32

KANSAS
Concordia 30 12 17
Dodge City 40 10 14
Goodland 39 12 15
Topeka 40 18 17
Wichita 40 10 14

KENTUCKY
Covington 40 22 13
Jackson 11 12 18

Table C7.2-1 (Continued)

Location

Ground Snow Load (lb/ft2)

Years of
Record

Maximum
Observed

2% Annual
Probabilitya

Lexington 40 15 13
Louisville 39 11 12

LOUISIANA
Alexandria 17 2 2
Shreveport 40 4 3

MAINE
Caribou 34 68 95
Portland 39 51 60

MARYLAND
Baltimore 40 20 22

MASSACHUSETTS
Boston 39 25 34
Nantucket 16 14 24
Worcester 33 29 44

MICHIGAN
Alpena 31 34 48
Detroit Airport 34 27 18
Detroit City 14 6 10
Detroit—Willow 12 11 22
Flint 37 20 24
Grand Rapids 40 32 36
Houghton Lake 28 33 48
Lansing 35 34 36
Marquette 16 44 53
Muskegon 40 40 51
Sault Ste. Marie 40 68 77

MINNESOTA
Duluth 40 55 63
International Falls 40 43 44
Minneapolis-St. Paul 40 34 51
Rochester 40 30 47
St. Cloud 40 40 53

MISSISSIPPI
Jackson 40 3 3
Meridian 39 2 2

MISSOURI
Columbia 39 19 20
Kansas City 40 18 18
St. Louis 37 28 21
Springfield 39 14 14

MONTANA
All cities NA NA See Table 7.2-4

NEBRASKA
Grand Island 40 24 23
Lincoln 20 15 22
Norfolk 40 28 25
North Platte 39 16 13
Omaha 25 23 20
Scottsbluff 40 10 12
Valentine 26 26 22

NEVADA
Elko 12 12 20
Ely 40 10 9
Las Vegas 39 3 3
Reno 39 12 11
Winnemucca 39 7 7

NEW HAMPSHIRE
ll cities NA NA See Table 7.2-8

NEW JERSEY
Atlantic City 35 12 15
Newark 39 18 15

continues
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generated from snow depth measurements remained at 6 lb/ft2

(0.29 kN/m2).
The following additional information was also considered

when establishing the snow load zones on the map of the United
States (Fig. 7.2-1).

1. The number of years of record available at each location;
2. Additional meteorological information available from

NWS, National Resources Conservation Service (NRCS)
snow surveys (SNOTEL) and other sources. NRCS was
formerly known as Soil Conservation Service;

Table C7.2-1 (Continued)

Location

Ground Snow Load (lb/ft2)

Years of
Record

Maximum
Observed

2% Annual
Probabilitya

NEW MEXICO
All cities NA NA See Table 7.2-6

NEW YORK
Albany 40 26 27
Binghamton 40 30 35
Buffalo 40 41 39
NYC–Kennedy 18 8 15
NYC–LaGuardia 40 23 16
Rochester 40 33 38
Syracuse 40 32 32

NORTH CAROLINA
Asheville 28 7 14
Cape Hatteras 34 5 5
Charlotte 40 8 11
Greensboro 40 14 11
Raleigh-Durham 36 13 14
Wilmington 39 14 7
Winston-Salem 12 14 20

NORTH DAKOTA
Bismarck 40 27 27
Fargo 39 27 41
Williston 40 28 27

OHIO
Akron-Canton 40 16 14
Cleveland 40 27 19
Columbus 40 11 11
Dayton 40 18 11
Mansfield 30 31 17
Toledo Express 36 10 10
Youngstown 40 14 10

OKLAHOMA
Oklahoma City 40 10 8
Tulsa 40 5 8

OREGON
All cities NA NA See Table 7.2-7

PENNSYLVANIA
Allentown 40 16 23
Erie 32 20 18
Harrisburg 19 21 23
Philadelphia 39 13 14
Pittsburgh 40 27 20
Scranton 37 13 18
Williamsport 40 18 21

RHODE ISLAND
Providence 39 22 23

SOUTH CAROLINA
Charleston 39 2 2
Columbia 38 9 8
Florence 23 3 3
Greenville-
Spartanburg

24 6 7

SOUTH DAKOTA
Aberdeen 27 23 43
Huron 40 41 46
Rapid City 40 14 15
Sioux Falls 39 40 40

TENNESSEE
Bristol 40 7 9
Chattanooga 40 6 6
Knoxville 40 10 9

Table C7.2-1 (Continued)

Location

Ground Snow Load (lb/ft2)

Years of
Record

Maximum
Observed

2% Annual
Probabilitya

Memphis 40 7 6
Nashville 40 6 9

TEXAS
Abilene 40 6 6
Amarillo 39 15 10
Austin 39 2 2
Dallas 23 3 3
El Paso 38 8 8
Fort Worth 39 5 4
Lubbock 40 9 11
Midland 38 4 4
San Angelo 40 3 3
San Antonio 40 9 4
Waco 40 3 2
Wichita Falls 40 4 5

UTAH
Milford 23 23 14
Salt Lake City 40 11 11
Wendover 13 2 3

VERMONT
Burlington 40 43 36

VIRGINIA
Dulles Airport 29 15 23
Lynchburg 40 13 18
National Airport 40 16 22
Norfolk 38 9 10
Richmond 40 11 16
Roanoke 40 14 20

WASHINGTON
All cities NA NA Table 7.2-5

WEST VIRGINIA
Beckley 20 20 30
Charleston 38 21 18
Elkins 32 22 18
Huntington 30 15 19

WISCONSIN
Green Bay 40 37 36
La Crosse 16 23 32
Madison 40 32 35
Milwaukee 40 34 29

WYOMING
Casper 40 9 10
Cheyenne 40 18 18
Lander 39 26 24
Sheridan 40 20 23

aIt is not appropriate to use only the site-specific information in this table for
design purposes. Reasons are given in Section C7.2.
Note: To convert lb/ft2 to kN/m2, multiply by 0.0479.
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3. Maximum snow loads observed;
4. Regional topography; and
5. The elevation of each location.

The map was updated in the 1995 edition of this standard and
was changed in the 2016 edition.
In much of the south, infrequent but severe snowstorms

disrupted life in the area to the point that meteorological obser-
vations were missed. In these and similar circumstances, more
value was given to the statistical values for stations with com-
plete records. Year-by-year checks were made to verify the
significance of data gaps.
The mapped snow loads cannot be expected to represent all

the local differences that may occur within each zone. Because
local differences exist, each zone has been positioned so as to
encompass essentially all the statistical values associated with
normal sites in that zone. Although the zones represent statisti-
cal values, not maximum observed values, the maximum
observed values were helpful in establishing the position of
each zone.
For sites not covered in Fig. 7.2-1, design values should be

established from meteorological information, with consideration
given to the orientation, elevation, and records available at each
location. The same method can also be used to improve upon the
values presented in Fig. 7.2-1. Detailed study of a specific site
may generate a design value lower than that indicated by the
generalized national map. It is appropriate in such a situation to
use the lower value established by the detailed study. Occasion-
ally a detailed study may indicate that a higher design value
should be used than the national map indicates. Again, results of
the detailed study should be followed.
Using the database used to establish the ground snow loads in

Fig. 7.2-1, additional meteorological data, and a methodology
that meets the requirements of Section 7.2 (Tobiasson and
Greatorex 1996), ground snow loads have been determined
for every town in New Hampshire (Tobiasson et al. 2000,
2002).
The area covered by a site-specific case study varies depending

on local climate and topography. In some places, a single case
study suffices for an entire community, but in others, varying
local conditions limit a “site” to a much smaller area. The area of
applicability usually becomes clear as information in the vicinity
is examined for the case study.
As suggested by the footnote, it is not appropriate to use

only the site-specific information in Table C7.2-1 for design
purposes. It lacks an appreciation for surrounding station
information and, in a few cases, is based on rather short periods
of record. The map or a site-specific case study provides more
valuable information.
The importance of conducting detailed studies for locations

not covered in Fig. 7.2-1 is shown in Table C7.2-2.
For some locations within the case study (CS) areas of the

northeast (Fig. 7.2-1), ground snow loads exceed 100 lb/ft2

(4.79 kN/m2). Even in the southern portion of the Appalachian
Mountains, not far from sites where a 15-lb/ft2 (0.72-kN/m2)
ground snow load is appropriate, ground loads exceeding
50 lb/ft2 (2.39 kN/m2) may be required. Lake-effect storms
create requirements for ground loads in excess of 75 lb/ft2

(3.59 kN/m2) along portions of the Great Lakes. In some areas
of the Rocky Mountains, ground snow loads exceed 200 lb/ft2

(9.58 kN/m2).
Local records and experience should also be considered when

establishing design values.
The values in Table 7.2-1 are for specific Alaskan locations

only and generally do not represent appropriate design values for

other nearby locations. They are presented to illustrate the
extreme variability of snow loads within Alaska. This variability
precludes statewide mapping of ground snow loads there.
Site-specific case studies were conducted to provide the Alaskan
values in Table 7.2-1.
Valuable information on snow loads for the western states is

contained in Structural Engineers Association of Northern
California (1981), MacKinlay and Willis (1965), Brown
(1970), U.S. Department of Agriculture, Soil Conservation
Service (1970), Structural Engineers Association of Colorado
(2016), Structural Engineers Association of Oregon (2013),
Structural Engineers Association of Arizona (1981), Theisen
et al. (2004), Structural Engineers Association of Washington
(1995), Structural Engineers Association of Utah (1992), Placer
County Building Division (1985), Al Hatailah et al. (2015),
Curtis and Grimes (2004), and Maji (1999).
Most of these references for the western United States use

annual probabilities of being exceeded of 2% (50-year mean
recurrence interval). Reasonable, but not exact, factors for
converting from other annual probabilities of being exceeded
to the value herein are presented in Table C7.2-3. For
example, a ground snow load based on a 3.3% annual proba-
bility of being exceeded (30-yr mean recurrence interval)
should be multiplied by 1.15 to generate a value of pg for
use in Eq. (7.3-1).
The design loads in Table 7.2-2 are based upon a reliability

analysis, targeted at a reliability index ß= 3.0, which is consis-
tent with Table 1.3-1. Therefore, unlike the ground snow loads
for other states, the mean recurrence interval for the tabulated
Colorado snow loads is not necessarily 50 years. However, like
all snow loads in the standard, the Colorado snow loads are
designed to be used with the load factor of 1.6 for strength-
based design per Chapter 2 of this standard. Refer to the cited
report from the Structural Engineers Association of Colorado
(2016).
Regardless of the methodology used to obtain ground

snow loads (e.g., Fig. 7.2-1, a case study or a state study), the
ASCE 7 snow load provisions should be used to obtain the
ground-to-roof conversion, unbalanced loads, drift loads, and
related items.

Table C7.2-2 Comparison of Some Site-Specific Values and Zoned
Values in Fig. 7.2-1

State Location
Elevation
ft (m)

Zoned Value
lb/ft2(kN/m2)

Case Study
Valuea

lb/ft2(kN/m2)

California Mount
Hamilton

4,210
(1,283)

0 to 2,400 ft
(732 m)

30 (1.44)

0 to 3,500 ft
(1,067 m)

Arizona Palisade
Ranger
Station

7,950
(2,423)

5 to 4,600 ft
(0.24 to
1,402 m)

120 (5.75)

10 to 5,000 ft
(0.48 to
1,524 m)

Tennessee Monteagle 1,940
(591)

10 to 1,800 ft
(0.48 to 549 m)

15 (0.72)

Maine Sunday
River Ski
Area

900
(274)

90 to 700 ft
(4.31 to 213 m)

100 (4.79)

aBased on a detailed study of information in the vicinity of each location.
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The snow load provisions of several editions of the National
Building Code of Canada served as a guide in preparing the snow
load provisions in this standard. However, there are some
important differences between the Canadian and the United
States databases. They include the following:

1. The Canadian ground snow loads are based on a 3.3%
annual probability of being exceeded (30-yr mean recur-
rence interval) generated by using the extreme-value,
Type-I (Gumbel) distribution, while the normal-risk values
in this standard are based on a 2% annual probability of
being exceeded (50-yr mean recurrence interval) generated
by a lognormal distribution.

2. The Canadian loads are based on measured depths and
regionalized densities based on four or fewer measure-
ments per month. Because of the infrequency of density
measurements, an additional weight of rain is added
(Newark 1984). In this standard, the weight of the snow is
based on many years of frequently measured weights
obtained at 204 locations across the United States. Those
measurements contain many rain-on-snow events, and thus
a separate rain-on-snow surcharge load is not needed
except for some roofs with a slope less than W /50 as per
Section 7.10.

The Importance Factor times the ground snow load is the
required balanced snow load for snow accumulation surfaces
such as decks, balconies, and subterranean spaces located below
the depth of the ground snow. Such snow accumulation surfaces
are not subject to the same level of wind erosion or building
thermal effect as typical “aboveground” roofs. As such, the flat
roof snow load in Eq. (7.3-1) would underestimate the snow load.
Note that sliding snow loads and snow drift loads on such
surfaces are also possible.

In the 2016 version of the standard, ground snow load
contours for selected western states were eliminated from the
ground load map in Fig. 7.2-1. They were replaced with tables
listing the ground snow load and elevation for select locations
in each state. These new western state tables (Tables 7.2-2
through 7.2-8) were developed from detailed state ground snow
load studies that satisfy the requirements of this section. Finally,
one must also consider any statutory requirements of the
Authority Having Jurisdiction. Any such Authority Having
Jurisdiction statutory requirements are not included in the state
ground snow load tables.

C7.3 FLAT ROOF SNOW LOADS, pf

The live load reductions in Section 4.8 should not be applied to
snow loads. The minimum allowable values of pf presented in
Section 7.3 acknowledge that in some areas a single major storm
can generate loads that exceed those developed from an analysis
of weather records and snow load case studies.

The factors in this standard that account for the thermal,
aerodynamic, and geometric characteristics of the structure in
its particular setting were developed using the National Building
Code of Canada (National Research Council of Canada 1990) as
a point of reference. The case study reports in Peter et al. (1963),
Schriever et al. (1967), Lorenzen (1970), Lutes and Schriever
(1971), Elliott (1975), Mitchell (1978), Meehan (1979), and
Taylor (1979, 1980) were examined in detail.

In addition to these published references, an extensive pro-
gram of snow load case studies was conducted by eight univer-
sities in the United States, the U.S. Army Corps of Engineers’
Alaska District, and the U.S. Army Cold Regions Research and
Engineering Laboratory (CRREL) for the Corps of Engineers.
The results of this program were used to modify the Canadian
methodology to better fit U.S. conditions. Measurements ob-
tained during the severe winters of 1976–1977 and 1977–1978
are included. A statistical analysis of some of that information
is presented in O’Rourke et al. (1983). The experience and
perspective of many design professionals, including several
with expertise in building failure analysis, have also been
incorporated.

C7.3.1 Exposure Factor, Ce . Except in areas of “aerodynamic
shade,” where loads are often increased by snow drifting, less
snow is present on most roofs than on the ground. Loads in
unobstructed areas of conventional flat roofs average less than
50% of ground loads in some parts of the country. The values
in this standard are above-average values, chosen to reduce
the risk of snow load–induced failures to an acceptably low
level. Because of the variability of wind action, a conservative
approach has been taken when considering load reductions by
wind.

The effects of exposure are handled on two scales. First,
Eq. (7.3-1) contains a basic exposure factor of 0.7. Second, the
type of surface roughness and the exposure of the roof are
handled by exposure factor Ce. This two-step procedure gen-
erates ground-to-roof load reductions as a function of exposure
that range from 0.49 to 0.84.

Table 7.3-1 has been changed from what appeared in a prior
version of this standard to separate regional wind issues associ-
ated with surface roughness from local wind issues associated
with roof exposure. This change was made to better define
categories without significantly changing the values of Ce.

Although there is a single “regional” surface roughness cate-
gory for a specific site, different roofs of a structure may have
different exposure factors caused by obstruction provided by
higher portions of the structure or by objects on the roof. For
example, in surface roughness category C, an upper level roof
could be fully exposed (Ce = 0.9) while a lower level roof would
be partially exposed (Ce = 1.0) because of the presence of the
upper level roof, as shown in Example 3, this chapter.

The adjective “windswept” is used in the “mountainous areas”
surface roughness category to preclude use of this category in
those high mountain valleys that receive little wind.

The normal, combined exposure reduction in this standard is
0.70 as compared with a normal value of 0.80 for the ground-to-
roof conversion factor in the 1990 National Building Code
of Canada. The decrease from 0.80 to 0.70 does not represent
decreased safety but arises because of increased choices of
exposure and thermal classification of roofs (i.e., five surface
roughness categories, three roof exposure categories, and four
thermal categories in this standard vs. three exposure categories
and no thermal distinctions in the Canadian code).

It is virtually impossible to establish exposure definitions that
clearly encompass all possible exposures that exist across the

Table C7.2-3 Factors for Converting from Other Annual
Probabilities of Being Exceeded and Other Mean Recurrence

Intervals to That Used in This Standard

Annual Probability
of Being Exceeded (%)

Mean Recurrence
Interval (yr)

Multiplication
Factor

10 10 1.82
4 25 1.20
3.3 30 1.15
1 100 0.82
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country. Because individuals may interpret exposure categories
somewhat differently, the range in exposure has been divided
into several categories rather than just two or three. A difference
of opinion of one category results in about a 10% “error” using
these several categories and an “error” of 25% or more if only
three categories are used.

C7.3.2 Thermal Factor, Ct . Usually, more snow will be
present on cold roofs than on warm roofs. An exception to
this is discussed in the following text. The thermal condition
selected from Table 7.3-2 should represent that which is likely to
exist during the life of the structure. Although it is possible that a
brief power interruption will cause temporary cooling of a heated
structure, the joint probability of this event and a simultaneous
peak snow load event is very small. Brief power interruptions and
loss of heat are acknowledged in the Ct = 1.0 category. Although
it is possible that a heated structure will subsequently be used as
an unheated structure, the probability of this is rather low.
Consequently, heated structures need not be designed for this
unlikely event.
Some dwellings are not used during the winter. Although their

thermal factor may increase to 1.2 at that time, they are unoccu-
pied, so their Importance Factor reduces to 0.8. The net effect is
to require the same design load as for a heated, occupied
dwelling.
Discontinuous heating of structures may cause thawing of

snow on the roof and subsequent refreezing in lower areas.
Drainage systems of such roofs have become clogged with ice,
and extra loads associated with layers of ice several inches thick
have built up in these undrained lower areas. The possibility of
similar occurrences should be investigated for any intermittently
heated structure.
Similar icings may build up on cold roofs subjected to

meltwater from warmer roofs above. Exhaust fans and other
mechanical equipment on roofs may also generate meltwater and
icings.
Icicles and ice dams are a common occurrence on cold eaves of

sloped roofs. They introduce problems related to leakage and to
loads. Large ice dams that can prevent snow from sliding off
roofs are generally produced by heat losses from within build-
ings. Icings associated with solar melting of snow during the day
and refreezing along eaves at night are often small and transient.
Although icings can occur on cold or warm roofs, roofs that are
well insulated and ventilated are not commonly subjected to
serious icings at their eaves. Methods of minimizing eave icings
are discussed in Grange and Hendricks (1976), Klinge (1978), de
Marne (1988), Mackinlay (1988), Tobiasson (1988), and
Tobiasson and Buska (1993). Ventilation guidelines to prevent
problematic icings at eaves have been developed for attics
(Tobiasson et al. 1998) and for cathedral ceilings (Tobiasson
et al. 1999).
Because ice dams can prevent load reductions by sliding on

some warm (Ct ≤ 1.0) roofs, the “unobstructed slippery surface”
curve in Fig. 7.4-1a now only applies to unventilated roofs with a
thermal resistance equal to or greater than 30 ft2 h °F/Btu
(5.3°Cm2/W) and to ventilated roofs with a thermal resistance
equal to or greater than 20 ft2 h °F/Btu (3.5°Cm2/W). For roofs
that are well insulated and ventilated, see Ct = 1.1 in Table 7.3-2.
Glass, plastic, and fabric roofs of continuously heated struc-

tures are seldom subjected to much snow load because their high
heat losses cause snowmelt and sliding. For such specialty roofs,
knowledgeable manufacturers and designers should be con-
sulted. The National Greenhouse Manufacturers Association
(1988) recommends use of Ct = 0.83 for continuously heated
greenhouses and Ct = 1.00 for unheated or intermittently heated

greenhouses. They suggest a value of Is = 1.0 for retail green-
houses and Is = 0.8 for all other greenhouses. To qualify as a
continuously heated greenhouse, a production or retail green-
house must have a constantly maintained temperature of 50°F
(10°C) or higher during winter months. In addition, it must also
have a maintenance attendant on duty at all times or an adequate
temperature alarm system to provide warning in the event of a
heating system failure. Finally, the greenhouse roof material
must have a thermal resistance, R-value, less than 2 ft2 × h ×
°F/Btu (0.4°Cm2/W). In this standard, the Ct factor for such
continuously heated greenhouses is set at 0.85. An unheated
or intermittently heated greenhouse is any greenhouse that
does not meet the requirements of a continuously heated single-
or double-glazed greenhouse. Greenhouses should be designed
so that the structural supporting members are stronger than the
glazing. If this approach is used, any failure caused by heavy
snow loads will be localized and in the glazing. This should
avert progressive collapse of the structural frame. Higher design
values should be used where drifting or sliding snow is
expected.
Little snow accumulates on warm air-supported fabric roofs

because of their geometry and slippery surface. However, the
snow that does accumulate is a significant load for such structures
and should be considered.
The combined consideration of exposure and thermal condi-

tions generates ground-to-roof factors that range from a low of
0.49 to a high of 1.01. The equivalent ground-to-roof factors in
the 1990 National Building Code of Canada (National Research
of Canada) are 0.8 for sheltered roofs, 0.6 for exposed roofs, and
0.4 for exposed roofs in exposed areas north of the tree line, all
regardless of their thermal condition.
Sack (1988) and case history experience indicate that the roof

snow load on open-air structures (e.g., parking structures and
roofs over loading docks) and on buildings intentionally kept
below freezing (e.g., freezer buildings) can be larger than the
nearby ground snow load. It is thought that this effect is caused
by the lack of heat flow up from the “warm” earth for these
select groups of structures. Open-air structures are explicitly
included with unheated structures. For freezer buildings, the
thermal factor is specified to be 1.3 to account for this effect.
This value is intended specifically for structures constructed to
act as freezer buildings and not those that contain freezer
enclosures inside.

C7.3.3 Importance Factor, Is . The Importance Factor, Is, has
been included to account for the need to relate design loads to
the consequences of failure. Roofs of most structures that
have normal occupancies and functions are designed with an
Importance Factor of 1.0, which corresponds to unmodified
use of the statistically determined ground snow load for a 2%
annual probability of being exceeded (50-yr mean recurrence
interval).
A study of the locations in Table C7.2-1 showed that the ratio

of the values for 4% and 2% annual probabilities of being
exceeded (the ratio of the 25-yr to 50-yr mean recurrence interval
values) averaged 0.80 and had a standard deviation of 0.06. The
ratio of the values for 1% and 2% annual probabilities of being
exceeded (the ratio of the 100-yr to 50-yr mean recurrence
interval values) averaged 1.22 and had a standard deviation of
0.08. On the basis of the nationwide consistency of these values,
it was decided that only one snow load map need be prepared
for design purposes and that values for lower and higher risk
situations could be generated using that map and constant factors.
Lower and higher risk situations are established using the

Importance Factors for snow loads in Table 1.5-2. These factors
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range from 0.8 to 1.2. The factor 0.8 bases the average design
value for that situation on an annual probability of being
exceeded of about 4% (about a 25-year mean recurrence inter-
val). The factor 1.2 is nearly that for a 1% annual probability of
being exceeded (about a 100-year mean recurrence interval). In
the 2016 version of the standard, the Importance Factor is now
appropriately applied to the drift height in Fig. 7.6-1. As a result
of the functional form, the drift surcharge in pounds per unit
cross-wind width (hdð4hdÞγ/2) is proportional to the Importance
Factor.

C7.3.4 Minimum Snow Load for Low-Slope Roofs,
pm . These minimums account for a number of situations that
develop on low-slope roofs. They are particularly important
considerations for regions where pg is 20 lb/ft2 (0.96 kN/m2)
or less. In such areas, single storm events can result in loading for
which the basic ground-to-roof conversion factor of 0.7, as well
as the Ce and Ct factors, are not applicable.

The unbalanced load for hip and gable roofs, with an eave to
ridge distance W of 20 ft (6.1 m) or less that have simply
supported prismatic members spanning from ridge to eave, is
greater than or equal to the minimum roof snow load, pm. Hence,
if such a hip and gable roof has a slope that requires unbalanced
loading, the minimum snow load would not control and need not
be checked for the roof.

C7.4 SLOPED ROOF SNOW LOADS, ps

Snow loads decrease as the slopes of roofs increase. Generally,
less snow accumulates on a sloped roof because of wind action.
Also, such roofs may shed some of the snow that accumulates
on them by sliding and improved drainage of meltwater. The
ability of a sloped roof to shed snow load by sliding is related
to the absence of obstructions not only on the roof but also
below it, the temperature of the roof, and the slipperiness of its
surface. It is difficult to define “slippery” in quantitative terms.
For that reason, a list of roof surfaces that qualify as slippery
and others that do not is presented in the standard. Most
common roof surfaces are on that list. The slipperiness of other
surfaces is best determined by comparisons with those surfaces.
Some tile roofs contain built-in protrusions or have a rough
surface that prevents snow from sliding. However, snow does
slide off other smooth-surfaced tile roofs. When a surface may
or may not be slippery, the implications of treating it either
as a slippery or nonslippery surface should be determined.
Because valleys obstruct sliding on slippery surfaced roofs,
the dashed lines in Figs. 7.4-1a, b, and c should not be used in
such roof areas.

Discontinuous heating of a building may reduce the ability of a
sloped roof to shed snow by sliding because meltwater created
during heated periods may refreeze on the roof’s surface during
periods when the building is not heated, thereby “locking” the
snow to the roof.

All these factors are considered in the slope reduction factors
presented in Fig. 7.4-1 and are supported by Taylor (1983, 1985),
Sack et al. (1987), and Sack (1988). The thermal resistance
requirements have been added to the “unobstructed slippery
surfaces” curve in Fig. 7.4-1a to prevent its use for roofs on
which ice dams often form because ice dams prevent snow from
sliding. Mathematically the information in Fig. 7.4-1 can be
represented as follows:

1. Warm roofs (Ct = 1.0 or less):
(a) Unobstructed slippery surfaces with R≥ 30 ft2h °F/Btu

(5.3°Cm2/W) if unventilated and R≥ 20 ft2 h °F/Btu
(3.5°Cm2/W) if ventilated:

0°–5° slope Cs = 1.0
5°–70° slope Cs = 1.0 − ðslope − 5°Þ/65
>70° slope Cs = 0

(b) All other surfaces:
0°–30° slope Cs = 1.0
30°–70° slope Cs = 1.0 − ðslope − 30°Þ/40°
>70° slope Cs = 0

2. Cold roofs with Ct = 1.1
(a) Unobstructed slippery surfaces:

0°–10° slope Cs = 1.0
10°–70° slope Cs = 1.0 − ðslope − 10°Þ/60
>70° slope Cs = 0

(b) All other surfaces:
0°–37.5° slope Cs = 1.0
37.5°–70° slope Cs = 1.0 − ðslope − 37.5°Þ/32.5°
>70° slope Cs = 0

3. Cold roofs (Ct = 1.2):
(a) Unobstructed slippery surfaces:

0°–15° slope Cs = 1.0
15°–70° slope Cs = 1.0 − ðslope − 15°Þ/55°
>70° slope Cs = 0

(b) All other surfaces:
0°–45° slope Cs = 1.0
45°–70° slope Cs = 1.0 − ðslope − 45°Þ/25°
>70° slope Cs = 0

If the ground (or another roof of less slope) exists near the eave
of a sloped roof, snow may not be able to slide completely off the
sloped roof. This may result in the elimination of snow loads on
upper portions of the roof and their concentration on lower
portions. Steep A-frame roofs that nearly reach the ground are
subject to such conditions. Lateral and vertical loads induced by
such snow should be considered for such roofs.

If the roof has snow retention devices (installed to prevent
snow and ice from sliding off the roof), it should be considered an
obstructed roof and the slope factor Cs should be based on the
“All Other Surfaces” curves in Fig. 7.4-1.

C7.4.3 Roof Slope Factor for Curved Roofs. These provisions
were changed from those in the 1993 edition of this standard to
cause the load to diminish along the roof as the slope increases.

C7.4.4 Roof Slope Factor for Multiple Folded Plate,
Sawtooth, and Barrel Vault Roofs. Because these types of
roofs collect extra snow in their valleys by wind drifting and
snow creep and sliding, no reduction in snow load should be
applied because of slope.

C7.4.5 Ice Dams and Icicles along Eaves. The intent is to
consider heavy loads from ice that forms along eaves only for
structures where such loads are likely to form. It is also not
considered necessary to analyze the entire structure for such
loads, just the eaves themselves. Eave ice dam loads with various
return periods on roofs with overhangs of 4 ft (1.2 m) or less are
presented in O’Rourke et al. (2007).

This provision is intended for short roof overhangs and projec-
tions, with a horizontal extent less than 5 ft (1.5 m). In instances
where the horizontal extent is greater than 5 ft (1.5 m), the
surcharge that accounts for eave ice damming need only extend
for a maximum of 5 ft (1.5 m) from the eave of the heated structure
(Fig. C7.4-1).

C7.5 PARTIAL LOADING

In many situations, a reduction in snow load on a portion of a
roof by wind scour, melting, or snow-removal operations
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simply reduces the stresses in the supporting members. How-
ever, in some cases a reduction in snow load from an area
induces higher stresses in the roof structure than occur when the
entire roof is loaded. Cantilevered roof joists are a good
example; removing half the snow load from the cantilevered
portion increases the bending stress and deflection of the
adjacent continuous span. In continuous beam roof systems,
problems can occur during snow-removal operations. The
nonuniform loading imposed by the removal of snow load in
an indiscriminate manner can significantly alter the load distri-
bution throughout the roof system and can result in marked
increases in stresses and deflections over those experienced
during uniform loading. In other situations, adverse stress
reversals may result.
The simplified provisions offered for continuous beam roof

systems have been adopted to mimic real loadings experienced
by this common structural system. The Case 1 load scenario
simulates a critical condition encountered when, for example, the
process of removing a portion of the snow in each span starts at
one building end and proceeds toward the other end. The Case 2
load scenario is intended to model loading nonuniformity caused
by wind scour or local heat loss and snowmelt at the building
edges. The Case 3 load group is intended to encompass condi-
tions that might be encountered, for example, when removal
operations must be discontinued and are restarted in a different
location, or when multiple snow removal crews start at different
roof locations.
The intent is not to require consideration of multiple

“checkerboard” loadings.
Members that span perpendicular to the ridge in gable roofs

with slopes between 2.38° (½ on 12) and 30.3° (7 on 12) are
exempt from partial load provisions because the unbalanced load
provisions of Section 7.6.1 provide for this situation.

C7.6 UNBALANCED ROOF SNOW LOADS

Unbalanced snow loads may develop on sloped roofs because of
sunlight and wind. Winds tend to reduce snow loads on wind-
ward portions and increase snow loads on leeward portions.
Because it is not possible to define wind direction with assurance,
winds from all directions should generally be considered when
establishing unbalanced roof loads.

C7.6.1 Unbalanced Snow Loads for Hip and Gable
Roofs. The expected shape of a gable roof drift is nominally

a triangle located close to the ridgeline. Recent research suggests
that the size of this nominally triangular gable roof drift is
comparable to a leeward roof step drift with the same fetch.
For certain simple structural systems, for example, wood or light-
gauge roof rafter systems with either a ridge board or a
supporting ridge beam, with small eave to ridge distances, the
drift is represented by a uniform load of Is × pg from eave to
ridge. For all other gable roofs, the drift is represented by a
rectangular distribution located adjacent to the ridge. The
location of the centroid for the rectangular distribution is
identical to that for the expected triangular distribution. The
intensity is the average of that for the expected triangular
distribution.
The design snow load on the windward side for the unbalanced

case, 0.3ps, is based upon case histories presented in Taylor
(1979) and O’Rourke and Auren (1997) and discussed in
Tobiasson (1999). The lower limit of θ= 2.38° is intended to
exclude low-slope roofs, such as membrane roofs, on which
significant unbalanced loads have not been observed. The upper
bound of θ > 7 on 12 (30.2°) is intended to exclude high-slope
roofs on which significant unbalanced loads have not been
observed. That is, although an upper bound for the angle of
repose for fresh-fallen snow is about 70° as given in Fig. 7.4-1,
the upper bound for the angle of repose of drifted snow is
about 30°.
As noted, observed gable roof drifts are nominally triangular

in shape. The surcharge is essentially zero at the ridge, and the
top surface of the surcharge is nominally horizontal. As such, an
upper bound for an actual surcharge atop the sloped roof snow
load, ps, would be a triangular distribution: zero at the ridge and a
height at the eave equal to the elevation difference between the
eave and the ridge.
For intersecting gable roofs and similar roof geometries, some

codes and standards have required a valley drift load. Such valley
drift loads are not required in ASCE 7. However, valley locations
are subject to unbalanced or gable roof drifts, as described in
Section 7.6.1. An example of unbalanced loading on an L-shaped
gable roof is presented in O’Rourke (2007).
For intersecting monoslope roofs and intersecting gable roofs

with slopes greater than 7 on 12, unbalanced loads are not
required in ASCE 7. However, at such valleys, snow on each
side of the valley is prevented from sliding by the presence of
roof snow on the other side of the valley. As such, the valley
portion of the roof (drainage area upslope of the reentrant corner)

2×Pf HEATED

2×Pf HEATED

Pf HEATED

Pf UNHEATED

HEATED SPACE

Pf HEATED

HEATED SPACE

UNHEATED SPACE

POSSIBLE
DOLUMN OR

WALL

ROOF PROJECTIONS ≤ 5′–0″ ROOF PROJECTIONS > 5′–0″

5′–0″

Figure C7.4-1 Eave Ice Dam Loading
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is obstructed and the slope factor Cs should be based on the “All
Other Surfaces” lines in Fig. 7.4-1.

C7.6.2 Unbalanced Snow Loads for Curved Roofs. The
method of determining roof slope is the same as in the 1995
edition of this standard. Cs is based on the actual slope, not an
equivalent slope. These provisions do not apply to roofs that are
concave upward. For such roofs, see Section C7.13.

C7.6.3 Unbalanced Snow Loads for Multiple Folded Plate,
Sawtooth, and Barrel Vault Roofs. A minimum slope of
3/8 in:/ft (1.79°) has been established to preclude the need
to determine unbalanced loads for most internally drained
membrane roofs that slope to internal drains. Case studies
indicate that significant unbalanced loads can occur when the
slope of multiple gable roofs is as low as 1/2 in:/ft (2.38°).

The unbalanced snow load in the valley is 2pf /Ce to create a
total unbalanced load that does not exceed a uniformly distrib-
uted ground snow load in most situations.

Sawtooth roofs and other “up-and-down” roofs with signifi-
cant slopes tend to be vulnerable in areas of heavy snowfall for
the following reasons:

1. They accumulate heavy snow loads and are therefore
expensive to build.

2. Windows and ventilation features on the steeply sloped
faces of such roofs may become blocked with drifting snow
and be rendered useless.

3. Meltwater infiltration is likely through gaps in the steeply
sloped faces if they are built as walls because slush may
accumulate in the valley during warm weather. This accu-
mulation can promote progressive deterioration of the
structure.

4. Lateral pressure from snow drifted against clerestory
windows may break the glass.

5. The requirement that snow above the valley not be at an
elevation higher than the snow above the ridge may limit
the unbalanced load to less than 2pf /Ce.

C7.6.4 Unbalanced Snow Loads for Dome Roofs. This
provision is based on a similar provision in the 1990 National
Building Code of Canada.

C7.7 DRIFTS ON LOWER ROOFS (AERODYNAMIC
SHADE)

When a rash of snow load failures occurs during a particularly
severe winter, there is a natural tendency for concerned parties to
initiate across-the-board increases in design snow loads. This is
generally a technically ineffective and expensive way of attempt-
ing to solve such problems because most failures associated with
snow loads on roofs are caused not by moderate overloads on
every square foot (square meter) of the roof, but rather by
localized significant overloads caused by drifted snow.

Drifts accumulate on roofs (even on sloped roofs) in the wind
shadow of higher roofs or terrain features. Parapets have the same
effect. The affected roof may be influenced by a higher portion of
the same structure or by another structure or terrain feature
nearby if the separation is 20 ft (6.1 m) or less. When a new
structure is built within 20 ft (6.1 m) of an existing structure,
drifting possibilities should also be investigated for the existing
structure (see Sections C7.7.2 and C7.12). The snow that forms
drifts may come from the roof on which the drift forms, from
higher or lower roofs, or, on occasion, from the ground.

The leeward drift load provisions are based on studies of snow
drifts on roofs (Speck 1984; Taylor 1984; and O’Rourke et al.

1985, 1986). Drift size is related to the amount of driftable snow
as quantified by the upwind roof length and the ground snow
load. Drift loads are considered for ground snow loads as low as
5 lb/ft2 (0.24 kN/m2). Case studies show that, in regions with
low ground snow loads, drifts 3 to 4 ft (0.9 to 1.2 m) high can be
caused by a single storm accompanied by high winds. The
leeward drift height limit of 60% of the lower roof length applies
to canopies and other lower level roofs with small horizontal
projection from the building wall. It is based upon a 30° angle of
repose for drifted snow (tan (30°) = drift height/drift length =
0.577 ∼ 0.6) and is consistent with provisions in Section 7.6.1,
which exclude roofs steeper than 7 on 12 from the gable roof drift
(unbalanced load) provisions.

A change from a prior (1988) edition of this standard involves
the width w when the drift height hd from Fig. 7.6-1 exceeds the
clear height hc. In this situation, the width of the drift is taken as
4h2d/hc with a maximum value of 8hc. This drift width relation is
based upon equating the cross-sectional area of this drift (i.e.,
1/2hc × w) with the cross-sectional area of a triangular drift
where the drift height is not limited by hc (i.e., 1/2hd × 4hd) as
suggested by Zallen (1988). The upper limit of drift width is
based on studies by Finney (1939) and Tabler (1975) that suggest
that a “full” drift has a rise-to-run of about 1∶6.5, and case studies
(Zallen 1988) that show observed drifts with a rise-to-run greater
than 1∶10.

The drift height relationship in Fig. 7.6-1 is based on snow
blowing off a high roof upwind of a lower roof. The change in
elevation where the drift forms is called a “leeward step.” Drifts
can also form at “windward steps.” An example is the drift that
forms at the downwind end of a roof that abuts a higher structure
there. Fig. 7.7-1 shows “windward step” and “leeward step” drifts.

For situations that have the same amount of available snow
(i.e., upper and lower roofs of the same length), the drifts that
form in leeward steps are larger than those that form in windward
steps. In previous versions of the standard, the windward drift
height was given as 1/2hd from Fig. 7.6-1 using the length of
the lower roof for lu. Based upon an analysis of case histories in
O’Rourke and De Angelis (2002), a value of 3/4 is now prescribed.

Depending on wind direction, any change in elevation be-
tween roofs can be either a windward or leeward step. Thus the
height of a drift is determined for each wind direction as shown in
Example 3, this chapter, and the larger of the two heights is used
as the design drift. The drift height relation in Fig. 7.6-1 was
based upon a data set of leeward roof step drifts for which the
average upwind fetch distance was about 170 ft (52 m). Unfor-
tunately, the empirical relation provides unrealistic results for
very short upwind fetch distances and very low ground snow
loads. For example, one would calculate a negative drift height
for lu = 5 ft (1.5 m) and pg = 5 psf (0.96 kPa). In prior versions
of this load standard, this shortcoming was handled by specifying
a minimum lu of 20 ft (6.1 m). In the 2016 edition, this
requirement was modified by noting that hd need not be taken
as greater than

pðIspgln/4γÞ. This new limiting relation was
determined by assuming that all the upwind snow is transported
by wind and the trapping efficiency (percentage of transported
snow that remains in the drift) is 50%.

The drift load provisions cover most, but not all, situations.
Finney (1939) and O’Rourke (1989) document a larger drift than
would have been expected based on the length of the upper roof.
The larger drift was caused when snow on a somewhat lower
roof, upwind of the upper roof, formed a drift between those two
roofs, allowing snow from the upwind lower roof to be carried up
onto the upper roof then into the drift on its downwind side. It
was suggested that the sum of the lengths of both roofs could be
used to calculate the size of the leeward drift. The situation of two
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roof steps in series was studied by O’Rourke and Kuskowski
(2005). For the roof geometry sketched in Fig. C7.7-1, the
effective upwind fetch for the leeward drift atop roof C caused
by wind from left to right was shown to be LB þ 0.75LA. That is,
some of the snow originally on roof A ends up in the leeward
drift atop roof B, thereby reducing the amount of snow available
for drift formation atop roof C. For the windward snowdrift atop
roof B caused by wind from right to left, the effective upwind
fetch was shown to be LB þ 0.85LC. The analysis for windward
drifts assumed that the elevation difference between roofs B and
C was small enough to allow snow initially atop roof C to be
blown up onto roof B.
Generally, the addition of a parapet wall on a high roof cannot

be relied upon to substantially reduce the leeward snowdrift
loading on an adjacent or adjoining lower roof. This is particu-
larly true for the case of a single parapet wall of typical height
located at the roof step. Also, the addition of a parapet wall at a
roof step would increase the space available for windward drift
formation on the lower roof. The issue of potential reduction in
leeward drift size at a roof step caused by a parapet wall is
discussed in more detail in O’Rourke (2007).
In another situation (Kennedy et al. 1992), a long “spike” drift

was created at the end of a long skylight with the wind about 30°
off the long axis of the skylight. The skylight acted as a guide or
deflector that concentrated drifting snow. This action caused a
large drift to accumulate in the lee of the skylight. This drift was
replicated in a wind tunnel.
As shown in Fig. 7.7-2, the clear height, hc, is determined

based on the assumption that the upper roof is blown clear of
snow in the vicinity of the drift. This assumption is reasonable for
windward drifting but does not necessarily hold for leeward
drifting. For leeward drifting, the last portion of the upper level
roof that would become blown clear of snow is the portion
adjacent to the roof step. That is, there may still be snow on the
upper level roof when the roof step drift has stopped growing.
Nevertheless, for simplicity, the same assumption regarding clear
height is used for both leeward and windward drifts.
Tests in wind tunnels (Irwin et al. 1992; Isyumov and Mikitiuk

1992) and flumes (O’Rourke and Weitman 1992) have proven
quite valuable in determining patterns of snow drifting and drift
loads. For roofs of unusual shape or configuration, wind tunnel or
water-flume tests may be needed to help define drift loads. An
ASCE standard for wind tunnel testing including procedures to
assist in the determination of snow loads on roofs is currently
under development.

C7.7.2 Adjacent Structures. One expects a leeward drift to
form on an adjacent lower roof only if the lower roof is low
enough and close enough to be in the wind shadow (aerodynamic
shade) region of the upper roof as sketched in Fig. C7.7-2. The
provisions in Section 7.7.2 are based upon a wind shadow region
that trails from the upper roof at a 1 downward to 6 horizontal
slope.

For windward drifts, the requirements of Section 7.7.1 are to
be used. However, the resulting drift may be truncated by
eliminating the drift in the horizontal separation region as
sketched in Fig. C7.7-3.

C7.7.3 Intersecting Drifts at Low Roofs. The accumulation of
drifting snow from perpendicular wind directions can occur
concurrently from single or multiple wind and snow events to
create an intersecting snowdrift load at reentrant corners. The two
resulting drifts are combined as shown in Fig. 7.7-3, where the
snowdrift load at the drift intersection is based on the larger drift,
not the additive effect of the two drifts (i.e., design hd at the
intersection is hd1 or hd2, but not hd1 added to hd2). Wind
direction at a specific site can change during a single snow event.

C7.8 ROOF PROJECTIONS AND PARAPETS

Drifts around penthouses, roof obstructions, and parapet walls
are also of the “windward step” type because the length of the
upper roof is small or no upper roof exists. Solar panels,
mechanical equipment, parapet walls, and penthouses are exam-
ples of roof projections that may cause “windward” drifts on the
roof around them. The drift load provisions in Sections 7.7 and
7.8 cover most of these situations adequately, but flat-plate solar
collectors may warrant some additional attention. Roofs
equipped with several rows of them are subjected to additional
snow loads. Before the collectors were installed, these roofs may
have sustained minimal snow loads, especially if they were
windswept. First, because a roof with collectors is apt to be
somewhat “sheltered” by the collectors, it seems appropriate to
assume that the roof is partially exposed and calculate a uniform
snow load for the entire area as though the collectors did not
exist. Second, the extra snow that might fall on the collectors and
then slide onto the roof should be computed using the “All Other
Surfaces” curve in Fig. 7.4-1b. This value should be applied as a
uniform load on the roof at the base of each collector over an area
about 2 ft (0.6 m) wide along the length of the collector. The
uniform load combined with the load at the base of each collector
probably represents a reasonable design load for such situations,
except in very windy areas, where extensive snow drifting is to
be expected among the collectors. By elevating collectors at least
2 ft (0.61 m) above the height of the balanced snow on an open
system of structural supports, the potential for drifting will
be diminished significantly. Finally, the collectors should be
designed to sustain a load calculated by using the “Unobstructed
Slippery Surfaces” curve in Fig. 7.4-1a. This last load should not
be used in the design of the roof because the heavier load of
sliding snow from the collectors has already been considered.
The influence of solar collectors on snow accumulation is
discussed in Corotis et al. (1979) and O’Rourke (1979).
Refer to Section C7.7 for more description of the effects that a

parapet wall at a high roof can have on the snowdrift loading at an
adjacent or adjoining lower roof.

Figure C7.7-1 Roof Steps in Series
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The accumulation of drifting snow from perpendicular wind
directions can occur concurrently from single or multiple wind
and snow events to create an intersecting snowdrift load at
parapet wall corners and intersecting roof projections. Where

the two drifts intersect, the drift loads need not be superimposed
to create a combined (additive) drift height at the drift intersec-
tion. The individual drift loads are based on windward or leeward
drifting, as indicated in Section 7.8, and the only difference with
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intersecting drifts is the determination of the governing drift load
where the two drifts come together.

C7.9 SLIDING SNOW

Situations that permit snow to slide onto lower roofs should be
avoided (Paine 1988). Where this is not possible, the extra load of
the sliding snow should be considered. Roofs with little slope
have been observed to shed snow loads by sliding.
The final resting place of any snow that slides off a higher roof

onto a lower roof depends on the size, position, and orientation of
each roof (Taylor 1983). Distribution of sliding loads might vary
from a uniform 5-ft (1.5-m) wide load, if a significant vertical
offset exists between the two roofs, to a 20-ft (6.1-m) wide
uniform load, where a low-slope upper roof slides its load onto a
second roof that is only a few feet (about a meter) lower or where
snowdrifts on the lower roof create a sloped surface that pro-
motes lateral movement of the sliding snow.
In some instances, a portion of the sliding snow may be

expected to slide clear of the lower roof. Nevertheless, it is
prudent to design the lower roof for a substantial portion of the
sliding load to account for any dynamic effects that might be
associated with sliding snow.
Snow retention devices are needed on some roofs to prevent

roof damage and eliminate hazards associated with sliding
snow (Tobiasson et al. 1996). When snow retention devices
are added to a sloping roof, snow loads on the roof can be
expected to increase. Thus, it may be necessary to strengthen a
roof before adding snow retention devices. When designing a
roof that will likely need snow retention devices in the future, it
may be appropriate to use the “All Other Surfaces” curves in
Fig. 7.4-1, not the “Unobstructed Slippery Surfaces” curves.
The design of snow retention devices, their anchorages, and
their supporting elements should consider the total maximum
design roof snow load upslope of the snow retention device
(including sloped roof snow load, drift surcharge, unbalanced
loads, and sliding snow loads) and the resultant force caused by
the roof slope. See Tobiasson et al. (1996) for further informa-
tion on the effects of roof slope on the snow retention device
force. Snow retention devices, their anchorages, and their
supporting structural elements should consider the tributary
snow loads from a trapezoidal-shaped area with a boundary at
the edge of the snow retention device extending upslope at 45
degrees from the vertical to the ridge (Fig. C7.9-1) or to
where the tributary area meets an adjacent tributary area.

Friction between the snow and the roof surface is typically
taken as zero when calculating the resultant load on the snow
retention device.
Sliding snow should also be considered at changes in roof

slope where a higher and steeper roof meets a lower, less steep
roof (where the difference in slope is greater than 2 on 12).
Where this condition occurs, the low roof prevents the high roof
from completely unloading because the low roof slides more
gradually or not at all. In this case, the accumulated snow at the
change in roof slope exceeds pf of either roof.
When designing the structural elements of the building at the

change in roof slope, a rational approach would be to take the
sliding snow (0.4 pfW) and distribute it a distance of W /4 each
side of the change in roof slope, accumulating it with the
distributed design snow pf .

C7.10 RAIN-ON-SNOW SURCHARGE LOAD

The ground snow load measurements on which this standard is
based contain the load effects of light rain on snow. However,
because heavy rains percolate down through snow packs and
may drain away, they might not be included in measured values.
Where pg is greater than 20 lb/ft2 (0.96 kN/m2), it is assumed
that the full rain-on-snow effect has been measured and a
separate rain-on-snow surcharge is not needed. The temporary
roof load contributed by a heavy rain may be significant. Its
magnitude depends on the duration and intensity of the design
rainstorm, the drainage characteristics of the snow on the roof,
the geometry of the roof, and the type of drainage provided.
Loads associated with rain on snow are discussed in Colbeck
(1977a, b) and O’Rourke and Downey (2001).
O’Rourke and Downey (2001) show that the surcharge from

rain-on-snow loading is an increasing function of eave to ridge
distance and a decreasing function of roof slope. That is, rain-on-
snow surcharges are largest for wide, low-sloped roofs. The
minimum slope reflects that functional relationship.
The following example illustrates the evaluation of the rain-

on-snow surcharge. Consider a monoslope roof with slope of 1/4
on 12 and a width of 100 ft (30.5 m) with Ce = 1.0, Ct = 1.1,
I = 1.2, and pg = 15 psf (0.72 kN/m2). Because Cs = 1.0 for a
slope of 1/4 on 12, ps = 0.7ð1.0Þð1.1Þð1.0Þð1.2Þð15Þ = 14 psf
(0.67 kN/m2). Because the roof slope 1.19° is less than
100/50= 2.0, the 5 psf (0.24 kN/m2) surcharge is added to ps,
resulting in a design load of 19 psf (0.91 kN/m2). Because the
slope is less than 15°, the minimum load from 7.34 is

FIGURE C7.9-1 Plan View of Tributary Snow Loads for Snow Retention Device
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I × pg = 1.2ð15Þ = 18 psf (0.86 kN/m2). Hence, the rain on
snow modified load controls.

C7.11 PONDING INSTABILITY

Where adequate slope to drain does not exist, or where drains are
blocked by ice, snow meltwater and rain may pond in low areas.
Intermittently heated structures in very cold regions are particu-
larly susceptible to blockages of drains by ice. A roof designed
without slope or one sloped with only 1/8 in:/ft (0.6°) to internal
drains probably contains low spots away from drains by the time
it is constructed. When a heavy snow load is added to such a roof,
it is even more likely that undrained low spots exist. As rainwater
or snow meltwater flows to such low areas, these areas tend to
deflect increasingly, allowing a deeper pond to form. If the
structure does not possess enough stiffness to resist this progres-
sion, failure by localized overloading can result. This mechanism
has been responsible for several roof failures under combined
rain and snow loads.

It is very important to consider roof deflections caused by
snow loads when determining the likelihood of ponding insta-
bility from rain-on-snow or snow meltwater.

Internally drained roofs should have a slope of at least
1/4 in:/ft (1.19°) to provide positive drainage and to minimize
the chance of ponding. Slopes of 1/4 in:/ft (1.19°) or more are
also effective in reducing peak loads generated by heavy spring
rain on snow. Further incentive to build positive drainage into
roofs is provided by significant improvements in the perfor-
mance of waterproofing membranes when they are sloped to
drain.

Rain loads and ponding instability are discussed in detail in
Chapter 8.

C7.12 EXISTING ROOFS

Numerous existing roofs have failed when additions or new
buildings nearby caused snow loads to increase on the existing
roof. A prior (1988) edition of this standard mentioned this issue
only in its commentary where it was not a mandatory provision.
The 1995 edition moved this issue to the standard.

The addition of a gable roof alongside an existing gable
roof as shown in Fig. C7.12-1 most likely explains why some
such metal buildings failed in the south during the winter of
1992–1993. The change from a simple gable roof to a multiple
folded plate roof increased loads on the original roof, as would be
expected from Section 7.6.3. Unfortunately, the original roofs
were not strengthened to account for these extra loads, and they
collapsed.

If the eaves of the new roof in Fig. C7.12-1 had been
somewhat higher than the eaves of the existing roof, the exposure
factor Ce for the original roof may have increased, thereby
increasing snow loads on it. In addition, drift loads and loads
from sliding snow would also have to be considered.

C7.13 SNOW ON OPEN-FRAME EQUIPMENT
STRUCTURES

Snow loads should be considered on all levels of the open-frame
structures that can retain snow. The snow accumulations on the
flooring, equipment, cable trays, and pipes should be considered.
Snow cornicing effects impacting the accumulation of snow on
surfaces such as grating, pipes, cable trays, and equipment should
also be considered. Grating is considered to retain snow because
of the cornicing effect of the snow between the grates.

C7.13.2 Snow at Levels below the Top Level. In the absence
of site-specific information, the length of the loaded zone is
approximated for convenience as the vertical distance to the
covering level above.

The drift snow at levels below the top levels caused by wind
walls may be ignored because of the limited snow accumulation
on such levels.

C.7.13.3 Snow Loads on Pipes and Cable Trays. The snow
loading on any pipe rack or pipe bridge occurs because of the snow
loading on the pipes and cable trays at each level. For pipe racks
and pipe bridges wider than 12 ft (4 m) where the spaces between
individual pipes are less than the pipe diameter (including
insulation), Section 7.13.1 and 7.13.2 should be applied.

C7.13.4 Snow Loads on Equipment and Equipment
Platforms. Extended out of service conditions for equipment
shall be considered for the loading criteria, particularly
equipment that is often out of service for the whole winter.

C7.14 OTHER ROOFS AND SITES

Wind tunnel model studies, similar tests using fluids other than
air, for example, water flumes, and other special experimental
and computational methods have been used with success to
establish design snow loads for other roof geometries and
complicated sites (Irwin et al. 1992; Isyumov and Mikitiuk
1992; O’Rourke and Weitman 1992). To be reliable, such
methods must reproduce the mean and turbulent characteristics
of the wind and the manner in which snow particles are deposited
on roofs and then redistributed by wind action. Reliability should
be demonstrated through comparisons with situations for which
full-scale experience is available.

Examples. The following three examples illustrate the method
used to establish design snow loads for some of the situations
discussed in this standard. Additional examples are found in
O’Rourke and Wrenn (2004).

Example 1: Determine balanced and unbalanced design
snow loads for an apartment complex in a suburb of Hartford,
Connecticut. Each unit has an 8-on-12 slope unventilated gable
roof. The building length is 100 ft (30.5 m), and the eave to ridge
distance,W , is 30 ft (9.1 m). Composition shingles clad the roofs.
Trees will be planted among the buildings.

Flat Roof Snow Load:

pf = 0.7CeCtIspg

where

pg = 30 lb/ft2 (1.44 kN/m2) (from Fig. 7.2-1),
Ce = 1.0 (from Table 7.3-1 for Surface Roughness Category B

and a partially exposed roof),
Ct = 1.0 (from Table 7.3-2), and
Is = 1.0 (from Table 1.5-2).

Thus, pf = ð0.7Þð1.0Þð1.0Þð1.0Þð30Þ= 21 lb/ft2 (balanced load),
(in SI, pf = ð0.7Þð1.0Þð1.0Þð1.0Þð1.44Þ= 1.01 kN/m2).

FIGURE C7.12-1 Valley in Which Snow Will Drift Is Created When
New Gable Roof Is Added alongside Existing Gable Roof

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 501

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



Because the roof slope is greater than 15°, the minimum roof
snow load, pm, does not apply (see Section 7.3.4).
Sloped-Roof Snow Load:

ps =Cspf where Cs = 1.0

(using the “All Other Surfaces” [or solid] line, Fig. 7.4-1a).
Thus, ps = 1.00ð21Þ= 19 lb/ft2

(in SI, ps = 1.00ð1.01Þ= 0.92 kN/m2).

Unbalanced Snow Load: Because the roof slope is greater
than 1/2 on 12 (2.38°), unbalanced loads must be considered.
For pg = 30 psf (1.44 kN/m2) and W = lu = 30 ft (9.14 m),
hd = 1.86 ft (0.56 m) from Fig. 7.6-1 and γ = 17.9 pcf
(2.80 kN/m3) from Eq. (7.7-1). For a 6 on 12 roof, S= 2.0 and
hence the intensity of the drift surcharge, hdγ/

ffiffiffi
S

p
, is 23.5 psf

(1.31 kN/m2), and its horizontal extent 8
ffiffiffi
S

p
hd/3 is 7.0 ft

(2.14 m).
Rain-on-Snow Surcharge: A rain-on-snow surcharge load

need not be considered because pg> 20 psf (0.96 kN/m2) (see
Section 7.10). See Fig. C7.14-1 for both loading conditions.
Example 2: Determine the roof snow load for a vaulted theater

that can seat 450 people, planned for a suburb of Chicago,
Illinois. The building is the tallest structure in a recreation-
shopping complex surrounded by a parking lot. Two large
deciduous trees are located in an area near the entrance. The
building has an 80-ft (24.4-m) span and 15-ft (4.6-m) rise circular
arc structural concrete roof covered with insulation and aggregate
surfaced built-up roofing. The unventilated roofing system has
a thermal resistance of 20 ft2 hr °F/Btu (3.5 Km2/W). It is
expected that the structure will be exposed to winds during its
useful life.
Flat Roof Snow Load:

pf = 0.7CeCtIspg

where

pg = 25 lb/ft2 (1.20 kN/m2) (from Fig. 7.2-1),
Ce = 0.9 (from Table 7.3-1 for Surface Roughness Category B

and a fully exposed roof),
Ct = 1.0 (from Table 7.3-2), and
Is = 1.1 (from Table 1.5-2).

Thus, pf = ð0.7Þð0.9Þð1.0Þð1.1Þð25Þ= 17 lb/ft2. In SI, pf =
ð0.7Þð0.9Þð1.0Þð1.1Þð1.19Þ= 0.83 kN/m2.

Tangent of vertical angle from eaves to crown=
15/40= 0.375.
Angle= 21°.
Because the vertical angle exceeds 10°, the minimum roof

snow load, pm, does not apply. See Section 7.3.4.
Sloped-Roof Snow Load:

ps =Cspf

From Fig. 7.4-1a, Cs = 1.0 until slope exceeds 30°, which
(by geometry) is 30 ft (9.1 m) from the centerline. In this
area, ps = 17ð1Þ= 17 lb/ft2 (in SI ps = 0.83ð1Þ= 0.83 kN/m2).
At the eaves, where the slope is (by geometry) 41°, Cs = 0.72
and ps = 17ð0.72Þ= 12 lb/ft2 (in SI ps = 0.83ð0.72Þ=
0.60 kN/m2). Because slope at the eaves is 41°, Case II loading
applies.
Unbalanced Snow Load: Because the vertical angle from the

eaves to the crown is greater than 10° and less than 60°,
unbalanced snow loads must be considered.

Unbalanced load at crown= 0.5pf = 0.5ð17Þ= 9 lb/ft2

(in SI, = 0.5ð0.83Þ= 0.41 kN/m2).
Unbalanced load at 30° point = 2pf Cs/Ce = 2ð17Þð1.0Þ/

0.9= 38 lb/ft2

(in SI, = 2ð0.83Þð1.0Þ/0.9= 1.84 kN/m2).
Unbalanced load at eaves = 2ð17Þð0.72Þ/0.9= 27 lb/ft2

(in SI, = 2ð0.83Þð0.72Þ/0.9= 1.33 kN/m2).

Rain-on-Snow Surcharge: A rain-on-snow surcharge load
need not be considered because pg> 20 psf (0.96 kN/m2)
(see Section 7.10). See Fig. C7.14-2 for both loading conditions.
Example 3: Determine design snow loads for the upper and

lower flat roofs of a building located where pg = 40 lb/ft2

(1.92 kN/m2). The elevation difference between the roofs is 10 ft
(3 m). The 100 ft × 100 ft (30.5 m × 30.5 m) unventilated high
portion is heated, and the 170-ft (51.8-m) wide, 100-ft (30.5-m)
long low portion is an unheated storage area. The building is in
an industrial park in flat open country with no trees or other
structures offering shelter.

21 lb/ft2

(1.01 kN/m2)

30 ft (9.14 m) 30 ft (9.14 m)

6
12

(a) Balanced Condition 

Wind

6
12

(b) Unbalanced Condition

6.3 lb/ft2

(0.30 kN/m2)

7.0 ft
(2.11 m)

23.5 lb/ft2 (1.13 kN/m2)

21 lb/ft2

(1.01 kN/m2)

FIGURE C7.14-1 Design Snow Loads for Example 1
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High Roof:

pf = 0.7CeCtIspg

where

pg = 40 lb/ft2 (1.92 kN/m2) (given),
Ce = 0.9 (from Table 7.3-1),
Ct = 1.0 (from Table 7.3-2), and
Is = 1.0 (from Table 1.5-2).

Thus, pf = 0.7ð0.9Þð1.0Þð1.0Þð40Þ= 25 lb/ft2

In SI, pf = 0.7ð0.9Þð1.0Þð1.0Þð1.92Þ= 1.21 kN/m2.

Because pg = 40 lb/ft2 (1.92 kN/m2) and Is = 1.0, the minimum
roof snow load value of pm = 20ð1.0Þ = 20 lb/ft2 (0.96 kN/m2)
and hence does not control (see Section 7.3.4).

Low Roof:

pf = 0.7CeCtIspg

where

pg = 40 lb/ft2 (1.92 kN/m2) (given),
Ce = 1.0 (from Table 7.3-1) partially exposed because of the

presence of a high roof,
Ct = 1.2 (from Table 7.3-2), and
Is = 0.8 (from Table 1.5-2).

Thus, pf = 0.7ð1.0Þð1.2Þð0.8Þð40Þ= 27 lb/ft2

In SI, pf = 0.7ð1.0Þð1.2Þð0.8Þð1.92Þ= 1.29 kN/m2.

Because p = 40 lb/ft2 (1.92 kN/m2) and Is = 0.8, the minimum
roof snow load value of pm = 20ð0.8Þ = 16 lb/ft2 (0.77 kN/m2)
and hence does not control (see Section 7.3.4).

Drift Load Calculation:

γ= 0.13ð40Þ þ 14= 19 lb/ft3

In SI, γ= 0.426ð1.92Þ þ 2.2= 3.02 kN/m3.

17 lb/ft2 (0.83 kN/m2)

30 ft
(9.1 m)

(a) Balanced Condition

30 ft
(9.1 m)

12 lb/ft2 (0.60 kN/m2 9 tf/bl ) 2 (0.41 kN/m2)

38 lb/ft2 (1.84 kN/m2)

27 lb/ft2 (1.33 kN/m2)

30 ft
(9.1 m)

(b) Unbalanced Condition

Wind

FIGURE C7.14-2 Design Snow Loads for Example 2

FIGURE C7.14-3 Design Snow Loads for Example 3
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hb = pf /19= 27/19= 1.4 ft
In SI, hb = 1.29/3.02= 0.43 m.

hc = 10 − 1.4= 8.6 ft
In SI, hc = 3.05 − 0.43= 2.62 m.

hc/hb = 8.6/1.4= 6.1
In SI, hc/hb = 2.62/0.43= 6.1).

Because hc/hb ≥ 0.2, drift loads must be considered (see
Section 7.7.1).

hd (leeward step) = 3.8 ft (1.16 m)
(Fig. 7.6-1 with pg = 40 lb/ft2 (1.92 kN/m2)
and lu = 100 ft [30.5 m])

hd (windward step) = 3/4 × 4.8 ft (1.5 m)
= 3.6 ft (1.1 m) (4.8 ft [1.5 m]
from Fig. 7.6-1 with p = 40 lb/ft2 [1.92 kN/m2]
and lu = length of lower roof = 170 ft [52 m])

Leeward drift governs, use hd = 3.8 ft (1.16 m)
Because hd < hc,

hd = 3.8 ft (1.16 m)
w= 4hd = 15.2 ft (4.64 m), say, 15 ft (4.6 m)
pd = hdγ= 3.8ð19Þ= 72 lb/ft2

In SI, pd = 1.16ð3.02Þ= 3.50 kN/m2)

Rain-on-Snow Surcharge: A rain-on-snow surcharge load
need not be considered because pg is greater than 20 lb/ft2

(0.96 kN/m2). See Fig. C7.14-3 for snow loads on both roofs.
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CHAPTER C8

RAIN LOADS

C8.1 DEFINITIONS AND SYMBOLS

C8.1.2 Symbols

A = Tributary roof area, plus one-half the wall area that diverts
rainwater onto the roof, serviced by a single drain outlet in
the secondary drainage system, in ft2 (m2).

D = Drain bowl diameter for a primary roof drain, or overflow
dam or standpipe diameter for a secondary roof drain, in
in. (mm).

i = Design rainfall intensity, in:∕h (mm∕h).
Q = Flow rate out of a single drainage system, in gal:∕min

(m3∕s).
Lr = Length of level roof edge that allows for free overflow

drainage of rainwater when the roof edge is acting as the
secondary drainage system, in ft (m).

C8.2 ROOF DRAINAGE

Roof drainage systems are not always designed to handle all the
flow associated with intense, short-duration rainfall events. For
example, the International Plumbing Code (ICC 2012) uses a 1-h
duration event with a 100-yr return period for the design of both
the primary and secondary drainage systems. An adequate
secondary (overflow) drainage system, which is used to limit
the depth of water on the roof in the event of clogging of the
primary drains, must be designed for an adequately short-
duration rainfall event. Some plumbing codes use an arbitrary
1-hour duration storm event for the design of roof drain systems;
however, the critical duration for a roof is generally closer to
15 min (the critical duration depends on the roof geometry and
drain sizes), and therefore the plumbing codes do not appropri-
ately account for the coincidence of both blocked primary drains
and short-duration rainfall events at the design mean recurrence
interval (return period or frequency). Graber (2009) provides
guidance for determining the critical durations for different types
of roof configurations. A very severe local storm or thunderstorm
in excess of the 100-year return period storm may produce a
deluge of such intensity and duration that properly designed
primary drainage systems are temporarily overloaded. Such
temporary loads are typically covered in design when blocked
drains (see Section 8.3) and a rainfall duration of 15 min are
considered. The use of a 60-min duration∕100-year return period
rainfall event for the design of the primary drainage system and
the 15-min duration/100-year return period rainfall event for the
secondary drainage system (assuming the primary drainage
system is completely blocked) is consistent with the NFPA
5000 Building Construction and Safety Code (2012). Internal
gutters are typically designed for 2-min to 5-min duration
rainfall events since their critical duration is very short due to
their limited storage volume and inability to attenuate a rainfall
event.

The National Oceanic and Atmospheric Administration
(NOAA’s) National Weather Service Precipitation Frequency
Data Server, Hydrometerorological Design Studies Center
provides rainfall intensity data in inches per hour for the
15-min duration∕100-year mean recurrence interval (http://hdsc.
nws.noaa.gov/hdsc/pfds/index.html). Precipitation intensity (i in
Eq. [C8.3-1]) is in the units of inches per hour; if precipitation
depth is provided, a conversion to intensity is required.

The following roof conditions adversely affect the critical
duration, or increase the peak flow rate, and should be avoided
or appropriately considered by the designer when determining
the design rain load:

1. Roofs with internal gutters that have limited storage ca-
pacity and quickly fill with rainwater. Gutters are typically
designed for 2- to 5-min duration storms since their critical
duration is much shorter than the critical duration for
typical roofs with scuppers or internal drains.

2. Architecturally complex roofs with internal gutters with
significant gutter slopes. Significant gutter slopes allow
water to flow at high velocities, which need to be consid-
ered when designing the gutter outlets and determining
rain loads.

3. Areas susceptible to a concentration of flow, for example,
when an addition is added to a low-sloped gable roof
(Fig. C8.2-1). In this case, rainwater at the edge of the
main roof cannot build over the primary or secondary
drains to attain the design flow rate, and the water flows
into and inundates the small roof extension.

4. Small roofs adjacent to large walls, where the wall is
capable of contributing substantial wind-driven rain flow
(sheet flow down the wall) to the roof.

5. High roof areas that drain onto a low roof, increasing the
tributary roof area and decreasing the critical rainfall
duration.

Item Nos. 4 and 5 can occur when building additions occur,
i.e., the new construction imposes an unfavorable condition on
the existing construction conditions.

Roof drainage is a structural, architectural, and mechanical
(plumbing) issue. The type and location of secondary drains and
the hydraulic head above their inlets at the design flow must be
known in order to determine rain loads. Design team coordina-
tion is particularly important when establishing rain loads.

C8.3 DESIGN RAIN LOADS

The amount of water that could accumulate on a roof from
blockage of the primary drainage system is determined, and the
roof is designed to withstand the load created by that water plus
the uniform load caused by water that rises above the inlet of the
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secondary drainage systems at its design flow. If parapet walls,
cant strips, expansion joints, and other features create the poten-
tial for deep water in an area, it may be advisable to install in that
area secondary (overflow) drains with separate drain lines rather
than overflow scuppers to reduce the magnitude of the design
rain load. Where geometry permits, free discharge is the pre-
ferred form of emergency drainage.
When determining these water loads, it is assumed that the

roof does not deflect. This assumption eliminates complexities
associated with determining the distribution of water loads within
deflection depressions. However, it is quite important to consider
this water when assessing ponding instability in Section 8.4.
The depth of water, dh, above the inlet of the secondary

drainage system (i.e., the hydraulic head) is a function of the
rainfall intensity, i, at the site, the area of roof serviced by that
drainage system, and the size of the drainage system.
The flow rate through a single drainage system is as follows:

Q= 0.0104Ai (C8.3-1)

Q= 0.278 × 10−6Ai (C8.3-1.si)

The hydraulic head, dh, is related to flow rate, Q, for various
drainage systems in Table C8.3-1. This table indicates that dh can
vary considerably depending on the type and size of each
drainage system and the flow rate it must handle. For this reason,
the single value of 1 in. (25 mm) (i.e., 5 lb∕ft2 [0.24 kN∕m2])
used in ASCE 7-93 was eliminated.
The hydraulic head, dh, can generally be assumed to be

negligible for design purposes when the secondary drainage
system is free to overflow along a roof edge where the length
of the level roof edge (Lr) providing free drainage is

Lr ≥ Ai∕400 (C8.3-2)

Lr ≥ Ai∕3,100 (C8.3-2.si)

Eq. (C8.3-2) is based on the assumption that hydraulic head
(dh) of approximately 0.25 in. (6 mm) above the level roof edge,

which represents a rain load of 1.3 lb∕ft2 (6.3 kg∕m2), is negli-
gible in most circumstances.
Flow rates and corresponding hydraulic heads for roof drains

are often not available in industry codes, standards, or drain
manufacturers’ literature for many commonly specified drain
types and sizes. Since the hydraulic characteristics and perfor-
mance of roof drains can depend not only on the size of the drain
outlet but also on the geometry of the drain body
(e.g., the diameter of the drain dam and depth of the drain
bowl), determining the flow rate and corresponding hydraulic
head for a drain can be difficult based only on hydraulic
calculations. This is particularly true when considering the
difficulty in predicting the flow regime (i.e., weir flow, orifice
flow, or transition between the two) and the significant effect that
flow regime has on the relationship between flow rate and
corresponding hydraulic head for a drain.
Based on a drain flow testing program completed by FM

Global (2012), the hydraulic heads corresponding to a given
range of drain flow rates are provided in Tables C8.3-1 and
C8.3-2. This drain testing program included six sizes of
primary roof drains and seven sizes and types of secondary
(overflow) roof drains. The drains were tested with debris
guards (strainers) in place and in a test basin with a relatively
smooth bottom surface (waterproofing membrane) to simulate
typical smooth-surface roofing material. Measurements of
water depth in the test basin were made at a distance of 2 ft
(0.6 m) or more from the drain, which ensured that the head
measurements were not significantly affected by surface water
velocity, and therefore were made where the velocity head
was negligible, which was confirmed when comparing water
depth based on direct depth measurements to hydraulic head
based on pressure taps embedded in the bottom surface of the
test basin.
Refer to Fig. C8.3-1 for a schematic view of a secondary

drain and the relationship between the drain, the roof surface,
and the head.
The following method can be used to approximate hydraulic

head for differing drain body dimensions:
(a) For weir flow and transition flow regime designations (cells

that are not shaded) in Tables C8.3-1 and C8.3-2:

FIGURE C8.2-1 Low-Slope Gable Roof with Drainage Condition at Building Extension
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Where the specified secondary (overflow) drain dam or stand-
pipe diameter differs from what is provided in Tables C8.3-1
and C8.3-2, the hydraulic head can be adjusted based on
Eq. (C8.3-3) while holding flow rate constant; however, it is
advisable not to use an adjusted design hydraulic head less than
80% of the hydraulic head indicated in the tables (for a given
flow rate) unless flow test results are provided to justify the
hydraulic head values.

dh2 = ½ðD1∕D2Þ0.67�ðdh1Þ (C8.3-3)

where

dh1 = known hydraulic head from Tables C8.3-1 and C8.3-2.
D1 = overflow dam or standpipe diameter for secondary (over-

flow) drain, corresponding to dh1 for a given flow rate, as
shown in Tables C8.3-1 and C8.3-2.

dh2 = hydraulic head to be determined for the specified secondary
drain.

D2 = specified overflow dam or standpipe diameter for secondary
(overflow) drain corresponding to dh2 for a given flow rate.

Example 1: Determine the total head for an 8-in. secondary
drain (8-in. outlet diameter) with a 10-in. diameter ×2 in. high
overflow dam (ds) at a flow rate (Q) of 300 gal:∕min.

From Table C8.3-1:
D1 = 12.75 in: (dam diameter).
dh1 = 2.0 in: for 300 gal:∕min, 8-in. outlet.
For the specified 10-in. diameter overflow dam on an 8-in.

drain outlet:
D2 = 10 in: (dam diameter).
Therefore,
dh2 = ½ðD1∕D2Þ0.67�ðdh1Þ
dh2=½ð12.75 in:∕10 in:Þ0.67�ð2.0 in:Þ=2.4 in: atQ=300gal:∕min
Total head= dh2þds = 2.4 in:þ2 in:= 4.4 in:
(b) For orifice flow regime designations for roof drains, as

shown in the shaded cells in Tables C8.3-1 and C8.3-2:

Table C8.3-1 Flow Rate (Q ) in Gallons per Minute for Secondary (Overflow) Roof Drains at Various Hydraulic Heads (dh) above the Dam or
Standpipe, in Inches

Hydraulic Head (in.) above Dam or Standpipe

Overflow Dam 8 in. Diameter
Overflow Dam

12.75 in. Diameter
Overflow Dam
17 in. Diameter

Overflow Standpipe
6 in. Diameter

Drain Outlet Size (in.)

3 4 6 6 8 10 4

Drain Bowl Depth (in.)

Flow rate (gal.∕min) 2 2 2 2 3.25 4.25 2

50 0.5 0.5 0.5 0.5 0.5 — 1.0
75 1.0 — ‘ — — — —

100 1.5 1.0 1.0 1.0 0.5 1.0 1.5
125 2.0 — — — — — —

150 2.0 1.5 1.5 1.0 — — 2.5
175 3.0 — — — — — —

200 — 2.0 2.0 1.5 1.5 1.5 2.5
225 — — — — — — —

250 — 2.5 2.5 1.5 — — 2.5
300 — 3.0 3.0 2.0 2.0 1.5 3.0
350 — 3.5 3.5 2.5 — — 3.5
400 — 5.5 3.5 3.0 2.5 2.0 —

450 — — 4.0 3.0 — — —

500 — — 5.0 3.5 3.0 2.5 —

550 — — 5.5 4.0 — — —

600 — — 6.0 5.5 3.5 2.5 —

650 — — — — — — —

700 — — — — 3.5 3.0 —

800 — — — — 4.5 3.0 —

900 — — — — 5.0 3.5 —

1,000 — — — — 5.5 3.5 —

1,100 — — — — — 4.0 —

1,200 — — — — — 4.5 —

Notes:
1. Assume that the flow regime is either weir flow or transition flow, except where the hydraulic head values are in shaded cells below the heavy line that

designates orifice flow.
2. To determine total head, add the depth of water (static head, ds) above the roof surface to the secondary drain inlet (which is the height of the dam or

standpipe above the roof surface) to the hydraulic head listed in this table.
3. Linear interpolation for flow rate and hydraulic head is appropriate for approximations.
4. Extrapolation is not appropriate.

Source: Adapted from FM Global (2012).
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The depth of the drain bowl can affect the hydraulic head
acting on the drain outlet for a given flow rate; therefore, where
the depth of the specified drain bowl is less than the depth of the
tested drain bowl (indicated in the tables), the difference in drain
bowl depth should be added to the hydraulic head from the tables
to determine the design hydraulic head and total head. Where the
depth of the specified drain bowl is greater than that indicated in
the tables, the difference in drain bowl depth can be subtracted
from hydraulic head in the tables to determine the design hydraulic
head and total head; however, it is advisable not to use an adjusted
design hydraulic head less than 80% of the hydraulic head
provided in the tables (for a given flow rate) unless flow test
results are provided to justify the hydraulic head values.
Example 2: Determine the total head for a 4 in. secondary

drain (4-in. outlet diameter) with a drain bowl depth of 1.5 in.
and a 2.5-in.-high overflow dam (ds), at a flow rate (Q) of
350 gal:∕min.

Table C8.3-2 Flow Rate (Q ) in Cubic Meters per Second for Secondary (Overflow) Roof Drains at Various Hydraulic Heads (dh) above the
Dam or Standpipe, in Millimeters

Flow Rate
(m3∕s)

Hydraulic Head (mm) above Dam or Standpipe

Overflow Dam 203 mm Diameter
Overflow Dam

329 mm Diameter
Overflow Dam

432 mm Diameter
Overflow Standpipe
152 mm Diameter

Drain Outlet Size (mm)

76 102 152 152 203 254 102

Drain Bowl Depth (mm)

51 51 51 51 83 108 51

0.0032 13 13 13 13 13 — 25
0.0047 25 — ‘ — — — —

0.0063 38 25 25 25 13 25 38
0.0079 51 — — — — — —

0.0095 51 38 38 25 — — 64
0.0110 76 — — — — — —

0.0126 — 51 51 38 38 38 64
0.0142 — — — — — — —

0.0158 — 64 64 38 — — 64
0.0189 — 76 76 51 51 38 76
0.0221 — 89 89 64 — — 89
0.0252 — 140 89 76 64 51 —

0.0284 — — 102 76 — — —

0.0315 — — 127 89 76 64 —

0.0347 — — 140 102 — — —

0.0379 — — 152 140 89 64 —

0.0410 — — — — — — —

0.0442 — — — — 89 76 —

0.0505 — — — — 114 76 —

0.0568 — — — — 127 89 —

0.0631 — — — — 140 89 —

0.0694 — — — — — 102 —

0.0757 — — — — — 114 —

Notes:
1. Assume that the flow regime is either weir flow or transition flow, except where the hydraulic head values are in shaded cells below the heavy line that

designates orifice flow.
2. To determine total head, add the depth of water (static head, ds) above the roof surface to the secondary drain inlet (which is the height of the dam or

standpipe above the roof surface) to the hydraulic head listed in this table.
3. Linear interpolation for flow rate and hydraulic head is appropriate for approximations.
4. Extrapolation is not appropriate.

Source: Adapted from FM Global (2012).

FIGURE C8.3-1 Schematic Cross Section of Secondary (Overflow)
Roof Drain and Total Head (dsþdh). Drain Debris Guard (Strainer)

and Ring Clamp (Gravel Stop) Not Shown for Clarity
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From Table C8.3-1: When Q= 350 gal:∕min, for a 4-in. drain
with an 8-in. dam, dh = 3.5 in:, the flow regime is orifice flow
(shaded portion of the table), and the drain bowl depth is 2 in.

The specified drain bowl depth is 1.5 in., and since this is
0.5 in. less than the drain bowl depth referenced in the table, the
hydraulic head from the table is increased by 0.5 in.

Therefore, for the proposed drain: dh = 3.5 in:þ0.5 in:= 4.0 in:
Total head= dhþds = 4.0 in:þ2.5 in:= 6.5 in:
Drain outlet sizes are generally standard in the industry, so

it is unlikely that adjustments to hydraulic head values in
Tables C8.3-1 and C8.3-2 based on differing drain outlet sizes
will be needed.

Table C8.3-3 Flow Rate, Q , in Gallons Per Minute for Scuppers at Various Hydraulic Heads (dh ) in Inches

Hydraulic Head, dh , in.

Drainage System 1 2 2.5 3 3.5 4 4.5 5 7 8

6-in. wide channel scuppera 18 50 b 90 b 140 b 194 321 393
24-in. wide channel scupper 72 200 b 360 b 560 b 776 1,284 1,572
6-in. wide, 4-in. high, closed scuppera 18 50 b 90 b 140 b 177 231 253
24-in. wide, 4-in. high, closed scupper 72 200 b 360 b 560 b 708 924 1,012
6-in. wide, 6-in. high, closed scupper 18 50 b 90 b 140 b 194 303 343
24-in. wide, 6-in. high, closed scupper 72 200 b 360 b 560 b 776 1,212 1,372

aChannel scuppers are open-topped (i.e., three-sided). Closed scuppers are four-sided.
bInterpolation is appropriate, including between widths of each scupper.
Source: Adapted from FM Global (2012).

Table C8.3-4 In SI, Flow Rate, Q , in Cubic Meters Per Second for Scuppers at Various Hydraulic Heads (dh ) in Millimeters

Hydraulic Head dh , mm

Drainage System 25 51 64 76 89 102 114 127 178 203

152-mm wide channel scuppera 0.0011 0.0032 b 0.0057 b 0.0088 b 0.0122 0.0202 0.0248
610-mm wide channel scupper 0.0045 0.0126 b 0.0227 b 0.0353 b 0.0490 0.0810 0.0992
152-mm wide, 102-mm high, closed scuppera 0.0011 0.0032 b 0.0057 b 0.0088 b 0.0112 0.0146 0.0160
610-mm wide, 102-mm high, closed scupper 0.0045 0.0126 b 0.0227 b 0.0353 b 0.0447 0.0583 0.0638
152-mm wide, 152-mm high, closed scupper 0.0011 0.0032 b 0.0057 b 0.0088 b 0.0122 0.0191 0.0216
610-mm wide, 152-mm high, closed scupper 0.0045 0.0126 b 0.0227 b 0.0353 b 0.0490 0.0765 0.0866

aChannel scuppers are open-topped (i.e., three-sided). Closed scuppers are four-sided.
bInterpolation is appropriate, including between widths of each scupper.
Source: Adapted from FM Global (2012).

Table C8.3-5 Flow Rate (Q ) in Gallons per Minute, for Circular
Scuppers at Various Hydraulic Heads (dh) in Inches

Scupper Flow (gal.∕min)

Scupper Diameter (in.)

dh (in.) 5 6 8 10 12 14 16

1 6 7 8 8 10 10 10
2 25 25 30 35 40 40 45
3 50 55 65 75 75 90 95
4 80 90 110 130 140 155 160
5 115 135 165 190 220 240 260
6 155 185 230 270 300 325 360
7 190 230 300 350 410 440 480
8 220 280 375 445 510 570 610

Notes:
1. Hydraulic head (dh) is taken above the scupper invert (design water

level above base of scupper opening).
2. Linear interpolation is appropriate for approximations.
3. Extrapolation is not appropriate.

Source: Data from Carter (1957) and Bodhaine (1968).

Table C8.3-6 Flow Rate (Q ) in Cubic Meters per Second for
Circular Scuppers at Various Hydraulic Heads (dh ) in Millimeters

Scupper Flow Rate (m3∕s)

dh

Scupper Diameter (mm)

(mm) 127 152 203 254 305 356 406

25 0.0004 0.0004 0.0005 0.0005 0.0006 0.0006 0.0006
51 0.0016 0.0016 0.0019 0.0022 0.0025 0.0025 0.0028
76 0.0032 0.0035 0.0041 0.0047 0.0047 0.0057 0.0060

100 0.0050 0.0057 0.0069 0.0082 0.0088 0.0098 0.0101
127 0.0073 0.0085 0.0104 0.0120 0.0139 0.0151 0.0164
152 0.0098 0.0117 0.0145 0.0170 0.0189 0.0205 0.0227
178 0.0120 0.0145 0.0189 0.0221 0.0259 0.0278 0.0303
203 0.0139 0.0177 0.0237 0.0281 0.0322 0.0360 0.0385

Notes:
1. Hydraulic head (dh) is taken above the scupper invert (design water

level above base of scupper opening).
2. Linear interpolation is appropriate for approximations.
3. Extrapolation is not appropriate.

Source: Data from Carter (1957) and Bodhaine (1968).
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Where a roof drain is installed in a sump pan located below
the adjoining roof surface, reductions in hydraulic head and
rain load on the adjoining roof surface should only be credited
when based on hydraulic analysis from a qualified plumbing
engineer.
Refer to Tables C8.3-3, C8.3-4, C8.3-5, and C8.3-6 for

flow rates of rectangular and circular (pipe) roof scuppers at
various hydraulic heads. Note that these tables are based on the
assumption that no backwater is present (i.e., free outfall) at
the discharge end of the scupper. If backwater is present, then
the hydraulic head can be expected to increase for the same flow
rate.

C8.4 PONDING INSTABILITY AND PONDING LOAD

As water accumulates on roofs, roof deflection allows additional
water flows to such areas, and the roof tends to deflect more,
allowing a deeper pond to form there. If the structure does not
possess enough stiffness to resist this progression, failure by
localized overloading may result. Haussler (1962), Chinn (1965),
Marino (1966), Salama and Moody (1967), Sawyer (1967, 1968),
Chinn et al. (1969), Heinzerling (1971), Burgett (1973), AITC
(1978), Associate Committee on the National Building Code
(1990), FM Global (2012), SBCCI (1991), BOCA (1993), AISC
360 (2016), and SJI (2007) contain information on ponding and its
importance in the design of flexible roofs. Rational design methods
to preclude instability from ponding are presented in AISC 360
(2016) and SJI (2007). In determining ponding loads, the primary
and secondary members in two-way roof framing systems are to be
analyzed concurrently and iteratively since the deflection of primary
members (girders) will cause deflection and increase the ponding
loads on secondary members (e.g., joists, purlins, or rafters) and the
deflection of secondary members will increase the deflection and
ponding loads on girders. The deflection of decking can also add
additional ponding loads. AISC 360 (2016), Appendix 2, provides
methods to evaluate ponding stability for structural steel roof
framing. Note, however, that all framing systems can be impacted
by ponding.
Regardless of roof slope, if water is impounded on the roof to

reach a secondary drainage system, ponding instability can
occur. Where such impounded water situations exist, the bay
is considered a susceptible bay. Shown in Fig. C8.4-1 are typical
susceptible bays for a roof with any slope. For the same
structure with secondary members perpendicular to the free
draining edge and a roof slope less than 1∕4 in:∕ft, all bays are
susceptible. For the same structure with secondary members
parallel to the free draining edge and a roof slope less than
1 in:∕ft, all bays are susceptible. Fig. C8.4-2 shows a roof with
perimeter overflow (secondary) drains and interior primary
drains. Irrespective of the roof slope, all bays are susceptible.
Susceptible bays must be checked to preclude ponding insta-
bility and confirmed to have adequate strength with the ponding
load.
The limits of 1∕4 in: per ft and 1 in. per ft are based upon a

maximum deflection to span ration of 1∕240. It can be shown that
for secondary members parallel to the free draining edge, the
minimum rise (β in inches) for a run of 1 ft for no impounded
water∕free drainage is

β= ðLs∕SþπÞ∕20

where Ls is the span of the secondary members and S is the
spacing of the secondary members (β= 0.76 for Ls = 60 ft and
S= 5 ft). For secondary members perpendicular to the free

draining edge, the minimum rise (β in inches) for a run of 1 ft
for no impounded water∕free drainage is

β= ð1þðLp∕2LsÞÞ∕10
where Lp is the span of the primary members (β= 0.175 for
Ls = 40 ft and Lp = 60 ft).

C8.5 CONTROLLED DRAINAGE

In some areas of the country, ordinances are in effect that either
limit the rate or delay the release of rainwater flow from roofs into
storm drains. Controlled-flow drains are often used on such roofs.
Those roofs must be capable of supporting the stormwater tempo-
rarily stored on them, similar to traditional roof drainage systems.
Examples
The following two examples illustrate the method used to

establish design rain loads based on Chapter 8 of this
standard.
Example 3: Determine the design rain load, R, at the second-

ary drainage for the roof plan shown in Fig. C8.5-1, located at a
site in Birmingham, Alabama. Assume that the primary drains are
blocked. The design rainfall intensity, i, based on the NOAA
Precipitation Frequency Data Server (http://hdsc.nws.noaa.gov/
hdsc/pfds/index.html) for a 100-yr, 15-min duration rainfall is
7.23 in:∕h (184 mm∕h). The inlet of the 4-in.(102-mm) diameter
secondary roof drain with an 8-in. diameter overflow dam is set
2 in. (51 mm) above the roof surface.
Flow rate, Q, for the secondary drainage 4-in. (102-mm)

diameter roof drain:

Q= 0.0104Ai

Q= 0.0104ð2,500Þ(7.23 in.∕h)= 188 gal./min (0.0119 m3/s)

Hydraulic head, dh:
Using Table C8.3-1 and C8.3-2 for a 4-in. (102-mm) diameter

secondary roof drain with a flow rate of 188 gal:∕min

FIGURE C8.4-1 Susceptible Bays for Ponding Evaluation

FIGURE C8.4-2 All Bays Susceptible to Ponding
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(0.0119 m3∕s), interpolate between a hydraulic head of 1.5 in.
and 2 in. (38 mm and 51 mm) as follows:

dh = 1.5 in:þ ½188 gal:∕min−150 gal:∕minÞ
÷ ð200 gal:∕min−150 gal:∕minÞ� × ½2.0 in:

−1.5 in:�= 1.9 in:

In S.I.

dh = 38 mmþ ½0.0119 m3∕s − 0.0095 m3∕sÞ
÷ ð0.0126 m3∕s − 0.0095 m3∕sÞ� × ½51 mm

− 38 mm�= 48.2 mm

Static head ds = 2 in. (51 mm), the water depth from drain inlet
to the roof surface.

Design rain load, R, adjacent to the drains:

R= 5.2ðdsþdhÞ (8.3-1)

R= 5.2ð2þ 1.9Þ= 20.3 psf

R= 0.0098ðdsþdhÞ (8.3-1.si)

R= 0.0098ð51þ 48.2Þ= 0.97 kN∕m2

Example 4: Determine the design rain load, R, at the second-
ary drainage for the roof plan shown in Fig. C8.5-2, located at a
site in Los Angeles, California. Assume that the primary drains
are blocked. The design rainfall intensity, i, based on the NOAA
Precipitation Frequency Data Server (http://hdsc.nws.noaa.gov/
hdsc/pfds/index.html) for a 100-yr, 15-min duration rainfall is
3.28 in:∕h (83 mm∕h). The inlet of the 12-in. (305-mm) sec-
ondary roof scuppers is set 2 in. (51 mm) above the roof surface.

Flow rate, Q, for the secondary drainage, 12-in. (305-mm)
wide channel scupper:

Q= 0.0104Ai

Q= 0.0104ð11,500Þð3.28Þ= 392 gal./min (0.0247 m3/s).

Hydraulic head, dh:
Using Tables C8.3-3 and C8.3-4, by interpolation, the flow

rate for a 12 in. (305 mm) wide channel scupper is twice that of a
6 in. (152 mm) wide channel scupper. Using Tables C8.3-3 and
C8.3-4, the hydraulic head, dh, for one-half the flow rate, Q, or
196 gal:∕min (0.0124 m3∕s), through a 6 in. (152 mm) wide
channel scupper is 3 in. (127 mm).

dh = 5 in: (127 mm) for a 12-in. (305-mm) wide channel
scupper with a flow rate, Q, of 392 gal:∕min (0.0247 m3∕s).

Static head, ds = 2 in. (51 mm), depth of water from the
scupper inlet to the roof surface.

Design rain load, R, adjacent to the scuppers:

R= 5.2ð2þ5Þ= 36.4 psf

In S.I.

R= 0.0098ð51þ 127Þ= 1.7 kN∕m2
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CHAPTER C10

ICE LOADS—ATMOSPHERIC ICING

C10.1 GENERAL

In most of the contiguous United States, freezing rain is consid-
ered the cause of the most severe ice loads. Values for ice
thicknesses caused by in-cloud icing and snow suitable for
inclusion in this standard are not currently available.

Very few sources of direct information or observations of
naturally occurring ice accretions (of any type) are available.
Bennett (1959) presents the geographical distribution of the
occurrence of ice on utility wires from data compiled by various
railroad, electric power, and telephone associations in the nine-
year period from the winter of 1928–1929 to the winter of
1936–1937. The data include measurements of all forms of ice
accretion on wires, including glaze ice, rime ice, and accreted
snow, but do not differentiate among them. Ice thicknesses were
measured on wires of various diameters, heights above ground,
and exposures. No standardized technique was used in measuring
the thickness. The maximum ice thickness observed during the
nine-year period in each of 975 squares, 60 mi (97 km) on a side,
in a grid covering the contiguous United States is reported. In
every state except Florida, thickness measurements of accretions
with unknown densities of approximately one radial inch were
reported. Information on the geographical distribution of the
number of storms in this nine-year period with ice accretions
greater than specified thicknesses is also included.

Tattelman and Gringorten (1973) reviewed ice load data,
storm descriptions, and damage estimates in several meteorolog-
ical publications to estimate maximum ice thicknesses with a
50-year mean recurrence interval in each of seven regions in the
United States. Storm Data (NOAA 1959–Present) is a monthly
publication that describes damage from storms of all sorts
throughout the United States. The compilation of this qualitative
information on storms causing damaging ice accretions in a
particular region can be used to estimate the severity of ice and
wind-on-ice loads. The Electric Power Research Institute has
compiled a database of icing events from the reports in Storm
Data (Shan and Marr 1996). Damage severity maps were also
prepared.

Bernstein and Brown (1997) and Robbins and Cortinas (1996)
provide information on freezing rain climatology for the 48
contiguous states based on recent meteorological data.

C10.1.1 Site-Specific Studies. In-cloud icing may cause
significant loadings on ice-sensitive structures in mountainous
regions and for very tall structures in other areas. Mulherin
(1996) reports that of 120 communications tower failures in
the United States caused by atmospheric icing, 38 were caused by
in-cloud icing, and in-cloud icing combined with freezing rain
caused an additional 26 failures. In-cloud ice accretion is very
sensitive to the degree of exposure to moisture-laden clouds,
which is related to terrain, elevation, and wind direction and

velocity. Large differences in accretion size can occur over a few
hundred feet and can cause severe load unbalances in overhead
wire systems. Advice from a meteorologist familiar with the area
is particularly valuable in these circumstances. In Arizona, New
Mexico, and the panhandles of Texas and Oklahoma, the United
States Forest Service specifies ice loads caused by in-cloud icing
for towers constructed at specific mountaintop sites (U.S. Forest
Service 1994). Severe in-cloud icing has been observed in
southern California (Mallory and Leavengood 1983a, 1983b),
eastern Colorado (NOAA Feb. 1978), the Pacific Northwest
(Winkleman 1974; Richmond et al. 1977; Sinclair and
Thorkildson 1980), Alaska (Ryerson and Claffey 1991), and
the Appalachians (Ryerson 1987, 1988a, 1988b, 1990; Govoni
1990).

Snow accretions also can result in severe structural loads and
may occur anywhere snow falls, even in localities that may
experience only one or two snow events per year. Some examples
of locations where snow accretion events resulted in significant
damage to structures are Nebraska (NPPD 1976), Maryland
(Mozer and West 1983), Pennsylvania (Goodwin et al. 1983),
Georgia and North Carolina (Lott 1993), Colorado (McCormick
and Pohlman 1993), Alaska (Peabody andWyman 2005), and the
Pacific Northwest (Hall 1977; Richmond et al. 1977).

For Alaska, available information indicates that moderate to
severe snow and in-cloud icing can be expected. The measure-
ments made by Golden Valley Electric Association (Jones et al.
2002) are consistent in magnitude with visual observations across
a broad area of central Alaska (Peabody 1993). Several meteo-
rological studies using an ice accretion model to estimate ice
loads have been performed for high-voltage transmission lines in
Alaska (Gouze and Richmond 1982a, 1982b; Richmond 1985,
1991, 1992; Peterka et al. 1996). Estimated 50-year mean
recurrence interval accretion thicknesses from snow range from
1.0 to 5.5 in. (25 to 140 mm), and in-cloud ice accretions range
from 0.5 to 6.0 in. (12 to 150 mm). The assumed accretion
densities for snow and in-cloud ice accretions, respectively, were
5 to 31 lb∕ft3 (80 to 500 kg∕m3) and 25 lb∕ft3 (400 kg∕m3).
These loads are valid only for the particular regions studied and
are highly dependent on the elevation and local terrain features.

In Hawaii, for areas where freezing rain (Wylie 1958), snow,
and in-cloud icing are known to occur at higher elevations, site-
specific meteorological investigations are needed.

Local records and experience should be considered when
establishing the design ice thickness, concurrent wind speed,
and concurrent temperature. In determining equivalent radial ice
thicknesses from historical weather data, the quality, complete-
ness, and accuracy of the data should be considered along with
the robustness of the ice accretion algorithm. Meteorological
stations may be closed by ice storms because of power outages,
anemometers may be iced over, and hourly precipitation data
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recorded only after the storm when the ice in the rain gauge
melts. These problems are likely to be more severe at automatic
weather stations where observers are not available to estimate the
weather parameters or correct erroneous readings. Note also that
(1) air temperatures are recorded only to the nearest 1°F, at best,
and may vary significantly from the recorded value in the region
around the weather station; (2) the wind speed during freezing
rain has a significant effect on the accreted ice load on objects
oriented perpendicular to the wind direction; (3) wind speed and
direction vary with terrain and exposure; (4) enhanced precipita-
tion may occur on the windward side of mountainous terrain; and
(5) ice may remain on the structure for days or weeks after
freezing rain ends, subjecting the iced structure to wind speeds
that may be significantly higher than those that accompanied the
freezing rain. These factors should be considered both in esti-
mating the accreted ice thickness at a weather station in past
storms and in extrapolating those thicknesses to a specific site.
In using local data, it must also be emphasized that sampling

errors can lead to large uncertainties in the specification of the
500-year ice thickness. Sampling errors are the errors associated
with the limited size of the climatological data samples (years of
record). When local records of limited extent are used to deter-
mine extreme ice thicknesses, care should be exercised in their
use.
A robust ice accretion algorithm is not sensitive to small

changes in input variables. For example, because temperatures
are normally recorded in whole degrees, the calculated amount of
ice accreted should not be sensitive to temperature changes of
fractions of a degree.

C10.1.2 Dynamic Loads. While design for dynamic loads is
not specifically addressed in this edition of the standard, the
effects of dynamic loads are an important consideration for some
ice-sensitive structures and should be considered in the design
when they are anticipated to be significant. For example, large-
amplitude galloping (Rawlins 1979; Section 6.2 of Simiu and
Scanlan 1996) of guys and overhead cable systems occurs in
many areas. The motion of the cables can cause damage because
of direct impact of the cables on other cables or structures and can
also cause damage because of wear and fatigue of the cables and
other components of the structure (White 1999). Ice shedding
from the guys on guyed masts can cause substantial dynamic
loads in the mast.

C10.1.3 Exclusions. Additional guidance is available in
Committee on Electrical Transmission Structures (1982) and
CSA (1987, 1994).

C10.2 DEFINITIONS

FREEZING RAIN: Freezing rain occurs when warm, moist air
is forced over a layer of subfreezing air at the Earth’s surface. The
precipitation usually begins as snow that melts as it falls through
the layer of warm air aloft. The drops then cool as they fall
through the cold surface air layer and freeze on contact with
structures or the ground. Upper air data indicate that the cold
surface air layer is typically between 1,000 and 3,900 ft (300 and
1,200 m) thick (Young 1978), averaging 1,600 ft (500 m)
(Bocchieri 1980). The warm air layer aloft averages 5,000 ft
(1,500 m) thick in freezing rain, but in freezing drizzle the entire
temperature profile may be below 32°F (0°C) (Bocchieri 1980).
Precipitation rates and wind speeds are typically low to

moderate in freezing rainstorms. In freezing rain, the water
impingement rate is often greater than the freezing rate. The
excess water drips off and may freeze as icicles, resulting in a
variety of accretion shapes that range from a smooth cylindrical

sheath, through a crescent on the windward side with icicles
hanging on the bottom, to large irregular protuberances, see
Fig. C10.2-1. The shape of an accretion depends on a combina-
tion of varying meteorological factors and the cross-sectional
shape of the structural member, its spatial orientation, and
flexibility.
Note that the theoretical maximum density of ice (917 kg∕m3

or 57 lb∕ft3) is never reached in naturally formed accretions
because of the presence of air bubbles.
HOARFROST: Hoarfrost, which is often confused with rime,

forms by a completely different process. Hoarfrost is an accu-
mulation of ice crystals formed by direct deposition of water
vapor from the air on an exposed object. Because it forms on
objects with surface temperatures that have fallen below the frost
point (a dew point temperature below freezing) of the surround-
ing air because of strong radiational cooling, hoarfrost is often
found early in the morning after a clear, cold night. It is feathery
in appearance and typically accretes up to about 1 in. (25 mm) in
thickness with very little weight. Hoarfrost does not constitute a
significant loading problem; however, it is a very good collector
of supercooled fog droplets. In light winds, a hoarfrost-coated
wire may accrete rime faster than a bare wire (Power 1983).
ICE-SENSITIVE STRUCTURES: Ice-sensitive structures

are structures for which the load effects from atmospheric icing
control the design of part or all of the structural system. Many
open structures are efficient ice collectors, so ice accretions can
have a significant load effect. The sensitivity of an open structure
to ice loads depends on the size and number of structural
members, components, and appurtenances and also on the other
loads for which the structure is designed. For example, the
additional weight of ice that may accrete on a heavy wide-flange
member is smaller in proportion to the dead load than the same
ice thickness on a light angle member. Also, the percentage
increase in projected area for wind loads is smaller for the wide-
flange member than for the angle member. For some open
structures, other design loads, for example, snow loads and live
loads on a catwalk floor, may be larger than the design ice load.
IN-CLOUD ICING: This icing condition occurs when a

cloud or fog (consisting of supercooled water droplets
100 microns (100 mm) or less in diameter) encounters a surface
that is at or below freezing temperature. It occurs in mountainous
areas where adiabatic cooling causes saturation of the atmo-
sphere to occur at temperatures below freezing, in free air in
supercooled clouds, and in supercooled fogs produced by a stable
air mass with a strong temperature inversion. In-cloud ice

FIGURE C10.2-1 Glaze Ice Accretion Caused by Freezing Rain
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accretions can reach thicknesses of 1 ft (0.30 m) or more because
the icing conditions can include high winds and typically persist
or recur episodically during long periods of subfreezing tem-
peratures. Large concentrations of supercooled droplets are not
common at air temperatures below about 0°F (−18°C).

In-cloud ice accretions have densities ranging from that of
low-density rime to glaze. When convective and evaporative
cooling removes the heat of fusion as fast as it is released by the
freezing droplets, the drops freeze on impact. When the cooling
rate is lower, the droplets do not completely freeze on impact.
The unfrozen water then spreads out on the object and may flow
completely around it and even drip off to form icicles. The degree
to which the droplets spread as they collide with the structure and
freeze governs how much air is incorporated in the accretion, and
thus its density. The density of ice accretions caused by in-cloud
icing varies over a wide range from 5 to 56 pcf (80 to 900 kg∕m3)
(Macklin 1962; Jones 1990). The resulting accretion can be either
white or clear, possibly with attached icicles; see Fig. C10.2-2.

The amount of ice accreted during in-cloud icing depends on
the size of the accreting object, the duration of the icing condi-
tion, and the wind speed. If, as often occurs, wind speed increases
and air temperature decreases with height above ground, larger
amounts of ice accrete on taller structures. The accretion shape
depends on the flexibility of the structural member, component,
or appurtenance. If it is free to rotate, such as a long guy or a long
span of a single conductor or wire, the ice accretes with a roughly
circular cross section. On more rigid structural members, com-
ponents, and appurtenances, the ice forms in irregular pennant
shapes extending into the wind.

SNOW: Under certain conditions, snow falling on objects
may adhere because of capillary forces, interparticle freezing
(Colbeck and Ackley 1982), and/or sintering (Kuroiwa 1962).
On objects with circular cross section, such as a wire, cable,

conductor, or guy, sliding, deformation, and/or torsional rotation
of the underlying cable may occur, resulting in the formation of a
cylindrical sleeve, even around bundled conductors and wires;
see Fig. C10.2-3. Because accreting snow is often accompanied
by high winds, the density of accretions may be much higher than
the density of the same snowfall on the ground.

Damaging snow accretions have been observed at surface air
temperatures ranging from about 23 to 36°F (−5 to 2°C). Snow
with a high moisture content appears to stick more readily than
drier snow. Snow falling at a surface air temperature above
freezing may accrete even at wind speeds above 25 mi∕h
(10 m∕s), producing dense 37 to 50 pcf (600 to 800 kg∕m3)
accretions. Snow with a lower moisture content is not as sticky,
blowing off the structure in high winds. These accreted snow
densities are typically between 2.5 and 16 pcf (40 and
250 kg∕m3) (Kuroiwa 1965).

Even apparently dry snow can accrete on structures (Gland and
Admirat 1986). The cohesive strength of the dry snow is initially
supplied by the interlocking of the flakes and ultimately by
sintering, as molecular diffusion increases the bond area between
adjacent snowflakes. These dry snow accretions appear to form
only in very low winds and have densities estimated at between 5
and 10 pcf (80 and 150 kg∕m3) (Sakamoto et al. 1990; Peabody
1993).

C10.4 ICE LOADS CAUSED BY FREEZING RAIN

C10.4.1 Ice Weight. The ice thicknesses shown in Figs. 10.4-2
through 10.4-6 were determined for a horizontal cylinder
oriented perpendicular to the wind. These ice thicknesses
cannot be applied directly to cross sections that are not round,
such as channels and angles. However, the ice area from
Eq. (10.4-1) is the same for all shapes for which the
circumscribed circles have equal diameters (Peabody and
Jones 2002; Jones and Peabody 2006). It is assumed that the
maximum dimension of the cross section is perpendicular to
the trajectory of the raindrops. Similarly, the ice volume in
Eq. (10.4-2) is for a flat plate perpendicular to the trajectory
of the raindrops. The constant π in Eq. (10.4-2) corrects the
thickness from that on a cylinder to the thickness on a flat plate.
For vertical cylinders and horizontal cylinders parallel to the
wind direction, the ice area given by Eq. (10.4-1) is conservative.

C10.4.2 Nominal Ice Thickness. The 500-year mean
recurrence interval ice thicknesses shown in Figs. 10.4-2 to
10.4-6 are based on studies using an ice accretion model and
local data.FIGURE C10.2-2 Rime Ice Accretion Caused by In-Cloud Icing

FIGURE C10.2-3 Snow Accretion on Wires
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Historical weather data from 540 National Weather Service
(NWS), military, Federal Aviation Administration (FAA), and
Environment Canada weather stations were used with the U.S.
Army’s Cold Regions Research and Engineering Laboratory
(CRREL) and simple ice accretion models (Jones 1996, 1998)
to estimate uniform radial glaze ice thicknesses in past freezing
rainstorms. The models and algorithms have been applied to
additional stations in Canada along the border of the lower 48
states. The station locations are shown in Fig. C10.4-1 for the 48
contiguous states and in Fig. 10.4-6 for Alaska. The period of
record of the meteorological data at any station is typically 20 to
50 years. The ice accretion models use weather and precipitation
data to simulate the accretion of ice on cylinders 33 ft (10 m)
above the ground, oriented perpendicular to the wind direction in
freezing rainstorms. Accreted ice is assumed to remain on the
cylinder until after freezing rain ceases and the air temperature
increases to at least 33°F (0.6°C). At each station, the maximum
ice thickness and the maximum wind-on-ice load were deter-
mined for each storm. Severe storms, those with significant ice or
wind-on-ice loads at one or more weather stations, were
researched in Storm Data (NOAA 1959–Present), newspapers,
and utility reports to obtain corroborating qualitative information
on the extent of and damage from the storm. Yet very little
corroborating information was obtained about damaging freezing
rainstorms in Alaska, perhaps because of the low population
density and relatively sparse newspaper coverage in the state.
Extreme ice thicknesses were determined from an extreme

value analysis using the peaks-over-threshold method and the
generalized Pareto distribution (Hoskings and Wallis 1987;
Wang 1991; Abild et al. 1992). To reduce sampling error,
weather stations were grouped into superstations (Peterka
1992) based on the incidence of severe storms, the frequency
of freezing rainstorms, latitude, proximity to large bodies of
water, elevation, and terrain. Concurrent wind-on-ice speeds

were back-calculated from the extreme wind-on-ice load and
the extreme ice thickness. The analysis of the weather data and
the calculation of extreme ice thicknesses are described in more
detail in Jones et al. (2002).
The maps in Figs. 10.4-2 to 10.4-6 represents the most

consistent and best available nationwide map for nominal design
ice thicknesses and wind-on-ice speeds. The icing model used to
produce the map has not, however, been verified with a large set
of collocated measurements of meteorological data and uniform
radial ice thicknesses. Furthermore, the weather stations used to
develop this map are almost all at airports. Structures in more
exposed locations at higher elevations or in valleys or gorges, for
example, Signal and Lookout Mountains in Tennessee, the
Pontotoc Ridge and the edge of the Yazoo Basin in Mississippi,
the Shenandoah Valley and Poor Mountain in Virginia, Mount
Washington in New Hampshire, and Buffalo Ridge in Minnesota
and South Dakota, may be subject to larger ice thicknesses and
higher concurrent wind speeds. However, structures in more
sheltered locations, for example, along the north shore of Lake
Superior within 300 vertical ft (90 m) of the lake, may be subject
to smaller ice thicknesses and lower concurrent wind speeds.
Loads from snow or in-cloud icing may be more severe than
those from freezing rain (see Section C10.1.1).
Special Icing Regions. Special icing regions are identified on

the map. As described previously, freezing rain occurs only
under special conditions when a cold, relatively shallow layer
of air at the surface is overrun by warm, moist air aloft. For this
reason, severe freezing rainstorms at high elevations in moun-
tainous terrain typically do not occur in the same weather systems
that cause severe freezing rainstorms at the nearest airport with a
weather station. Furthermore, in these regions, ice thicknesses
and wind-on-ice loads may vary significantly over short distances
because of local variations in elevation, topography, and
exposure. In these mountainous regions, the values given in

FIGURE C10.4-1 Locations of Weather Stations Used in Preparation of Figures 10.4-2 through 10.4-6
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Fig. 10.4-1 should be adjusted, based on local historical
records and experience, to account for possibly higher ice
loads from both freezing rain and in-cloud icing (see
Section C10.1.1).

C10.4.4 Importance Factors. The importance factors for ice
and concurrent wind adjust the nominal ice thickness and
concurrent wind pressure for Risk Category I structures from
a 500-year mean recurrence interval to a 250-year mean
recurrence interval. For Risk Category III and IV structures,
they are adjusted to 1,000-year and 1,400-year mean recurrence
intervals, respectively. The importance factor is multiplied times
the ice thickness rather than the ice load because the ice load from
Eq. (10.4-1) depends on the diameter of the circumscribing
cylinder as well as the design ice thickness. The concurrent
wind speed used with the nominal ice thickness is based on both
the winds that occur during the freezing rainstorm and those that
occur between the time the freezing rain stops and the time the
temperature rises to above freezing. When the temperature rises
above freezing, it is assumed that the ice melts enough to fall
from the structure. In the colder northern regions, the ice
generally stays on structures for a longer period of time after
the end of a storm resulting in higher concurrent wind speeds.
The results of the extreme value analysis show that the
concurrent wind speed does not change significantly with
mean recurrence interval. The lateral wind-on-ice load does,
however, increase with mean recurrence interval because the
ice thickness increases. The importance factors differ from those
used for both the wind loads in Chapter 6 and the snow loads in
Chapter 7 because the extreme value distribution used for the
ice thickness is different from the distributions used to determine
the extreme wind speeds in Chapter 6 and snow loads in
Chapter 7. See also Table C10.4-1 and the discussion under
Section C10.4.6.

C10.4.6 Design Ice Thickness for Freezing Rain. The design
load on the structure is a product of the nominal design load and
the load factors specified in Chapter 2. The load factors for load
and resistance factor design (LRFD) for atmospheric icing are
1.0. Table C10.4-1 shows the multipliers on the 500-year mean
recurrence interval ice thickness and concurrent wind speed used
to adjust to other mean recurrence intervals.

The studies of ice accretion on which the maps are based
indicate that the concurrent wind speed on ice does not increase
with mean recurrence interval (see Section C10.4.4).

The 2002 Edition of ASCE 7 was the first edition to include
atmospheric icing maps. Fifty-year mean recurrence interval
(MRI) maps were provided at that time in order to match the
approach used for the wind and snow load maps. An ice-
thickness multiplier equal to 2 was included (see Eq. (10.4-5)
in ASCE 7-02 to ASCE 7-10) to adjust the mapped values to a

500-year MRI for design. Thus, the adjusted 500-year MRI value
would be appropriate for use with the LRFD load factor of 1.0
shown for ice loads in Chapter 2. A 500-year MRI load was
consistent at that time with those historically used for seismic and
wind loads. The 2016 edition of ASCE 7 includes atmospheric
icing maps based on a 500-year MRI load with no ice-thickness
multiplier in Eq. (10.4-5). The 2016 maps have been redrawn
directly from the original extreme value analysis. Design load
changes from the 2010 edition to the 2016 edition are caused
by the maps being redrawn, not caused by changing the map
MRI.

When the reliability of a system of structures or one inter-
connected structure of large extent is important, spatial effects
should also be considered. All of the cellular telephone antenna
structures that serve a state or a metropolitan area could be
considered to be a system of structures. Long overhead electric
transmission lines and communications lines are examples of
large, interconnected structures. Figs. 10.4-2 through 10.4-6 are
for ice loads appropriate for a single structure of small areal
extent. Large, interconnected structures and systems of structures
are hit by icing storms more frequently than a single structure.
The frequency of occurrence increases with the area encom-
passed or the linear extent. To obtain equal risks of exceeding the
design load in the same icing climate, the individual structures
forming the system or the large, interconnected structure should
be designed for a larger ice load than a single structure (CEATI
2003, 2005; Chouinard and Erfani 2006; Golikova 1982;
Golikova et al. 1982; Jones 2010).

C10.5 WIND ON ICE-COVERED STRUCTURES

Ice accretions on structures change the structure’s wind drag
coefficients. The ice accretions tend to round sharp edges,
reducing the drag coefficient for such members as angles and
bars. Natural ice accretions can be irregular in shape with an
uneven distribution of ice around the object on which the ice has
accreted. The shape varies from storm to storm and from place to
place within a storm. The actual projected area of a glaze ice
accretion may be larger than that obtained by assuming a uniform
ice thickness.

C10.5.5 Wind on Ice-Covered Guys and Cables. There are
practically no published experimental data giving the force
coefficients for ice-covered guys and cables. There have been
many studies of the force coefficient for cylinders without ice.
The force coefficient varies with the surface roughness and the
Reynolds number. At subcritical Reynolds numbers, both
smooth and rough cylinders have force coefficients of approx-
imately 1.2, as do square sections with rounded edges (Fig. 4.5.5
in Simiu and Scanlan 1996). For a wide variety of stranded
electrical transmission cables, the supercritical force coefficients
are approximately 1.0 with subcritical values as high as 1.3
(Fig. 5-2 in Shan 1997). The transition from subcritical to
supercritical depends on the surface characteristics and takes
place over a wide range of Reynolds numbers. For the stranded
cables described in Shan (1997), the range is from approximately
25,000 to 150,000. For a square section with rounded edges, the
transition takes place at a Reynolds number of approximately
800,000 (White 1999). The concurrent 3-s gust wind speed in
Figs. 10.4-2 through 10.4-5 for the contiguous 48 states
varies from 30 to 60 mi∕h (13.4 to 26.8 m∕s), with speeds in
Fig. 10.4-6 for Alaska up to 80 mi∕h (35.8 m∕s). Table C10.5-1
shows the Reynolds numbers (using U.S. standard atmosphere)
for a range of iced guys and cables. In practice, the Reynolds
numbers range from subcritical through critical to supercritical
depending on the roughness of the ice accretion. Considering that

Table C10.4-1 Mean Recurrence Interval Factors

Mean Recurrence
Interval

Multiplier on Ice
Thickness

Multiplier on Wind
Pressure

25 0.40 1.0
50 0.50 1.0

100 0.625 1.0
200 0.75 1.0
250 0.80 1.0
300 0.85 1.0
400 0.90 1.0
500 1.00 1.0

1,000 1.15 1.0
1,400 1.25 1.0
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the shape of ice accretions is highly variable from rela-
tively smooth cylindrical shapes to accretions with long
icicles with projected areas greater than the equivalent radial
thickness used in the maps, a single force coefficient of 1.2 has
been chosen.

C10.6 DESIGN TEMPERATURES FOR
FREEZING RAIN

Some ice-sensitive structures, particularly those using overhead
cable systems, are also sensitive to changes in temperature. In
some cases, the maximum load effect occurs around the melting
point of ice (32°F or 0°C) and in others at the lowest temperature
that occurs while the structure is loaded with ice. Figs. 10.6-1 and
10.6-2 show the low temperatures to be used for design in
addition to the melting temperature of ice.
The freezing rain model described in Section C10.4.2 tracked

the temperature during each modeled icing event. For each
event, the minimum temperature that occurred with the maxi-
mum ice thickness was recorded. The minimum temperatures
for all the freezing rain events used in the extreme value analysis
of ice thickness were analyzed to determine the 10th percentile
temperature at each superstation (i.e., the temperature that
was exceeded during 90% of the extreme icing events). These
temperatures were used to make the maps shown in Figs. 10.6-1
and 10.6-2. In areas where the temperature contours were close to
the wind or ice thickness contours, they were moved to coincide
with, first, the concurrent wind boundaries, and, second, the ice
zone boundaries.

C10.7 PARTIAL LOADING

Variations in ice thickness caused by freezing rain on objects at a
given elevation are small over distances of about 1,000 ft
(300 m). Therefore, partial loading of a structure from freezing
rain is usually not significant (Cluts and Angelos 1977).
In-cloud icing is more strongly affected by wind speed, thus

partial loading caused by differences in exposure to in-cloud
icing may be significant. Differences in ice thickness over several
structures or components of a single structure are associated with
differences in the exposure. The exposure is a function of
shielding by other parts of the structure and by the upwind
terrain.
Partial loading associated with ice shedding may be significant

for snow or in-cloud ice accretions and for guyed structures when
ice is shed from some guys before others.
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CHAPTER C11

SEISMIC DESIGN CRITERIA

C11.1 GENERAL

Many of the technical changes made to the seismic provisions of
the 2010 edition of this standard are primarily based on Part 1 of
the 2009 edition of the NEHRP Recommended Seismic Provi-
sions for New Buildings and Other Structures (FEMA 2009),
which was prepared by the Building Seismic Safety Council
(BSSC) under sponsorship of the Federal Emergency Manage-
ment Agency (FEMA) as part of its contribution to the National
Earthquake Hazards Reduction Program (NEHRP). The National
Institute of Standards and Technology (NIST) is the lead agency
for NEHRP, the federal government’s long-term program to
reduce the risks to life and property posed by earthquakes in
the United States. Since 1985, the NEHRP provisions have been
updated every three to five years. The efforts by BSSC to produce
the NEHRP provisions were preceded by work performed by the
Applied Technology Council (ATC) under sponsorship of the
National Bureau of Standards (NBS)—now NIST—which origi-
nated after the 1971 San Fernando Valley earthquake. These
early efforts demonstrated the design rules of that time for
seismic resistance but had some serious shortcomings. Each
subsequent major earthquake has taught new lessons. The
NEHRP agencies (FEMA, NIST, the National Science Founda-
tion [NSF], and the U.S. Geological Survey [USGS]), ATC,
BSSC, ASCE, and others have endeavored to work individually
and collectively to improve each succeeding document to pro-
vide state-of-the-art earthquake engineering design and construc-
tion provisions and to ensure that the provisions have nationwide
applicability.

Content of Commentary. This commentary is updated from
the enhanced commentary to ASCE/SEI 7-10 that was based
substantially on Part 2, Commentary, of the 2009 NEHRP
Recommended Seismic Provisions for New Buildings and Other
Structures (FEMA 2009). For additional background on the
earthquake provisions contained in Chapters 11 through 23 of
ASCE/SEI 7-10, the reader is referred to Recommended Lateral
Force Requirements and Commentary (SEAOC 1999).

Nature of Earthquake “Loads.” Earthquakes load structures
indirectly through ground motion. As the ground shakes, a
structure responds. The response vibration produces structural
deformations with associated strains and stresses. The computa-
tion of dynamic response to earthquake ground shaking is
complex. The design forces prescribed in this standard are
intended only as approximations to generate internal forces
suitable for proportioning the strength and stiffness of structural
elements and for estimating the deformations (when multiplied
by the deflection amplification factor, Cd) that would occur in the
same structure in the event of the design-level earthquake ground
motion (not MCER).

The basic methods of analysis in the standard use the common
simplification of a response spectrum. A response spectrum for a

specific earthquake ground motion provides the maximum value
of response for elastic single-degree-of-freedom oscillators as a
function of period without the need to reflect the total response
history for every period of interest. The design response spectrum
specified in Section 11.4 and used in the basic methods of
analysis in Chapter 12 is a smoothed and normalized approxi-
mation for many different recorded ground motions.

The design limit state for resistance to an earthquake is unlike
that for any other load within the scope of ASCE 7. The
earthquake limit state is based upon system performance, not
member performance, and considerable energy dissipation
through repeated cycles of inelastic straining is assumed. The
reason is the large demand exerted by the earthquake and the
associated high cost of providing enough strength to maintain
linear elastic response in ordinary buildings. This unusual limit
state means that several conveniences of elastic behavior, such as
the principle of superposition, are not applicable and makes it
difficult to separate design provisions for loads from those for
resistance. This difficulty is the reason Chapter 14 of the standard
contains so many provisions that modify customary requirements
for proportioning and detailing structural members and systems.
It is also the reason for the construction quality assurance
requirements.

Use of Allowable Stress Design Standards. The conventional
design of almost all masonry structures and many wood and steel
structures has been accomplished using allowable stress design
(ASD). Although the fundamental basis for the earthquake loads
in Chapters 11 through 23 is a strength limit state beyond the first
yield of the structure, the provisions are written such that
conventional ASD methods can be used by the design engineer.
Conventional ASD methods may be used in one of two ways:

1. The earthquake load as defined in Chapters 11 through 23
may be used directly in allowable stress load combinations
of Section 2.4, and the resulting stresses may be compared
directly with conventional allowable stresses.

2. The earthquake load may be used in strength design load
combinations, and resulting stresses may be compared with
amplified allowable stresses (for those materials for which
the design standard gives the amplified allowable stresses,
e.g., masonry).

Federal Government Construction. The Interagency Com-
mittee on Seismic Safety in Construction has prepared an order
executed by the president (Executive Order 12699 2016) that all
federally owned or leased building construction, as well as
federally regulated and assisted construction, should be con-
structed to mitigate seismic hazards and that the NEHRP provi-
sions are deemed to be the suitable standard. It is expected that
this standard would be deemed equivalent, but the reader should
bear in mind that there are certain differences.
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C11.1.1 Purpose. The purpose of Section 11.1.1 is to clarify
that the detailing requirements and limitations prescribed in this
section and referenced standards are still required even when the
design load combinations involving the wind forces of
Chapters 26 through 29 produce greater effects than the design
load combinations involving the earthquake forces of Chapters 11
through 23. This detailing is required so that the structure resists,
in a ductile manner, potential seismic loads in excess of the
prescribed wind loads. A proper, continuous load path is an
obvious design requirement, but experience has shown that it
is often overlooked and that significant damage and collapse can
result. The basis for this design requirement is twofold:

1. To ensure that the design has fully identified the seismic
force-resisting system and its appropriate design level and

2. To ensure that the design basis is fully identified for the
purpose of future modifications or changes in the structure.

Detailed requirements for analyzing and designing this load path
are given in the appropriate design and materials chapters.

C11.1.2 Scope. Certain structures are exempt for the following
reasons:
Exemption 1—Detached wood-frame dwellings not exceeding

two stories above grade plane constructed in accordance with the
prescriptive provisions of the International Residential Code
(IRC) for light-frame wood construction, including all applicable
IRC seismic provisions and limitations, are deemed capable of
resisting the anticipated seismic forces. Detached one- and two-
story wood-frame dwellings generally have performed well even
in regions of higher seismicity. Therefore, within its scope, the
IRC adequately provides the level of safety required for build-
ings. The structures that do not meet the prescriptive limitations
of the IRC are required to be designed and constructed in
accordance with the International Building Code (IBC) and the
ASCE 7 provisions adopted therein.
Exemption 2—Agricultural storage structures generally are

exempt from most code requirements because such structures are
intended only for incidental human occupancy and represent an
exceptionally low risk to human life.
Exemption 3—Bridges, transmission towers, nuclear reactors,

and other structures with special configurations and uses are not
covered. The regulations for buildings and buildinglike structures
presented in this document do not adequately address the design
and performance of such special structures.
ASCE 7 is not retroactive and usually applies to existing

structures only when there is an addition, change of use, or altera-
tion. Minimum acceptable seismic resistance of existing buildings
is a policy issue normally set by the authority having jurisdiction.
Appendix 11B of the standard contains rules of application for
basic conditions. ASCE 41 (2014) provides technical guidance but
does not contain policy recommendations. A chapter in the Inter-
national BuildingCode (IBC) applies to alteration, repair, addition,
and change of occupancy of existing buildings, and the Interna-
tional Code Council maintains the International Existing Building
Code (IEBC) and associated commentary.

C11.1.3 Applicability. Industrial buildings may be classified as
nonbuilding structures in certain situations for the purposes of
determining seismic design coefficients and factors, system
limitations, height limits, and associated detailing requirements.
Many industrial building structures have geometries and/or
framing systems that are different from the broader class of
occupied structures addressed by Chapter 12, and the limited
nature of the occupancy associated with these buildings reduces
the hazard associated with their performance in earthquakes.
Therefore, when the occupancy is limited primarily to

maintenance and monitoring operations, these structures may
be designed in accordance with the provisions of Section 15.5
for nonbuilding structures similar to buildings. Examples of such
structures include, but are not limited to, boiler buildings, aircraft
hangars, steel mills, aluminum smelting facilities, and other
automated manufacturing facilities, whereby the occupancy
restrictions for such facilities should be uniquely reviewed in
each case. These structures may be clad or open structures.

C11.1.4 Alternate Materials and Methods of
Construction. It is not possible for a design standard to
provide criteria for the use of all possible materials and their
combinations and methods of construction, either existing or
anticipated. This section serves to emphasize that the evaluation
and approval of alternate materials and methods require a
recognized and accepted approval system. The requirements
for materials and methods of construction contained within
the document represent the judgment of the best use of the
materials and methods based on well-established expertise and
historical seismic performance. It is important that any
replacement or substitute be evaluated with an understanding
of all the ramifications of performance, strength, and durability
implied by the standard.
Until needed standards and agencies are created, authorities

that have jurisdiction need to operate on the basis of the best
evidence available to substantiate any application for alternates.
If accepted standards are lacking, applications for alternative
materials or methods should be supported by test data obtained
from test data requirements in Section 1.3.1. The tests should
simulate expected load and deformation conditions to which the
system, component, or assembly may be subjected during the
service life of the structure. These conditions, when applicable,
should include several cycles of full reversals of loads and
deformations in the inelastic range.

C11.1.5 Quality Assurance. Quality assurance (QA)
requirements are essential for satisfactory performance of
structures in earthquakes. QA requirements are usually
incorporated in building codes as special inspections and tests
or as structural observation, and they are enforced through the
authorities having jurisdiction. Many building code requirements
parallel or reference the requirements found in standards adopted
by ASCE 7. Where special inspections and testing, or structural
observations are not specifically required by the building code, a
level of quality assurance is usually provided by inspectors
employed by the authority having jurisdiction.
Where building codes are not in force or where code require-

ments do not apply to or are inadequate for a unique structure or
system, the registered design professional for the structure or system
should develop a QA program to verify that the structure or system
is constructed as designed. A QA program could be modeled on
similar provisions in the building code or applicable standards.
The quality assurance plan is used to describe the QA program

to the owner, the authority having jurisdiction, and to all other
participants in the QA program. As such, the QA plan should
include definitions of roles and responsibilities of the partici-
pants. It is anticipated that in most cases the owner of the project
would be responsible for implementing the QA plan.

C11.2 DEFINITIONS

ATTACHMENTS, COMPONENTS, AND SUPPORTS: The
distinction among attachments, components, and supports is nec-
essary to the understanding of the requirements for nonstructural
components and nonbuilding structures. Common cases associated
with nonstructural elements are illustrated in Fig. C11.2-1. The
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definitions of attachments, components, and supports are generally
applicable to components with a defined envelope in the as-
manufactured condition and for which additional supports and
attachments are required to provide support in the as-built condi-
tion. This distinction may not always be clear, particularly when
the component is equipped with prefabricated supports; therefore,
judgment must be used in the assignment of forces to specific
elements in accordance with the provisions of Chapter 13.

BASE: The following factors affect the location of the seismic
base:

• location of the grade relative to floor levels,
• soil conditions adjacent to the building,
• openings in the basement walls,
• location and stiffness of vertical elements of the seismic
force-resisting system,

• location and extent of seismic separations,
• depth of basement,
• manner in which basement walls are supported,
• proximity to adjacent buildings, and
• slope of grade.

For typical buildings on level sites with competent soils, the
base is generally close to the grade plane. For a building without
a basement, the base is generally established near the ground-
level slab elevation, as shown in Fig. C11.2-2. Where the vertical
elements of the seismic force-resisting system are supported on
interior footings or pile caps, the base is the top of these elements.
Where the vertical elements of the seismic force-resisting system
are supported on top of perimeter foundation walls, the base is
typically established at the top of the foundation walls. Often
vertical elements are supported at various elevations on the top of

footings, pile caps, and perimeter foundation walls. Where this
occurs, the base is generally established as the lowest elevation of
the tops of elements supporting the vertical elements of the
seismic force-resisting system.

For a building with a basement located on a level site, it is
often appropriate to locate the base at the floor closest to grade, as
shown in Fig. C11.2-3. If the base is to be established at the level
located closest to grade, the soil profile over the depth of the
basement should not be liquefiable in the MCEG ground motion.
The soil profile over the depth of the basement also should not
include quick and highly sensitive clays or weakly cemented
soils prone to collapse in the MCEG ground motion. Where
liquefiable soils or soils susceptible to failure or collapse in an
MCEG ground motion are located within the depth of the
basement, the base may need to be located below these soils
rather than close to grade. Stiff soils are required over the depth
of the basement because seismic forces are transmitted to and

FIGURE C11.2-1 Examples of Attachments, Components, and Supports

FIGURE C11.2-2 Base for a Level Site

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 527

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



from the building at this level and over the height of the basement
walls. The engineer of record is responsible for establishing
whether the soils are stiff enough to transmit seismic forces near
grade. For tall or heavy buildings or where soft soils are present
within the depth of the basement, the soils may compress
laterally too much during an earthquake to transmit seismic
forces near grade. For these cases, the base should be located
at a level below grade.
In some cases, the base may be at a floor level above grade. For

the base to be located at a floor level above grade, stiff foundation
walls on all sides of the building should extend to the underside
of the elevated level considered the base. Locating the base above
grade is based on the principles for the two-stage equivalent
lateral force procedure for a flexible upper portion of a building
with one-tenth the stiffness of the lower portion of the building,
as permitted in Section 12.2.3.2. For a floor level above grade to
be considered the base, it generally should not be above grade
more than one-half the height of the basement story, as shown in
Fig. C11.2-4. Fig. C11.2-4 illustrates the concept of the base
level located at the top of a floor level above grade, which also
includes light-frame floor systems that rest on top of stiff
basement walls or stiff crawl space stem walls of concrete or
masonry construction.
A condition where the basement walls that extend above grade

on a level site may not provide adequate stiffness is where the
basement walls have many openings for items such as light wells,
areaways, windows, and doors, as shown in Fig. C11.2-5. Where
the basement wall stiffness is inadequate, the base should be
taken as the level close to but below grade. If all of the vertical
elements of the seismic force-resisting system are located on top
of basement walls and there are many openings in the basement
walls, it may be appropriate to establish the base at the bottom of
the openings. Another condition where the basement walls may

not be stiff enough is where the vertical elements of the seismic
force-resisting system are long concrete shear walls extending
over the full height and length of the building, as shown in
Fig. C11.2-6. For this case, the appropriate location for the base
is the foundation level of the basement walls.
Where the base is established below grade, the weight of the

portion of the story above the base that is partially above and
below grade must be included as part of the effective seismic
weight. If the equivalent lateral force procedure is used, this
procedure can result in disproportionately high forces in upper
levels because of a large mass at this lowest level above the base.
The magnitude of these forces can often be mitigated by using the
two-stage equivalent lateral force procedure where it is allowed
or by using dynamic analysis to determine force distribution over
the height of the building. If dynamic analysis is used, it may be
necessary to include multiple modes to capture the required mass
participation, unless soil springs are incorporated into the model.
Incorporation of soil springs into the model generally reduces
seismic forces in the upper levels. With one or more stiff stories
below more flexible stories, the dynamic behavior of the structure
may result in the portion of the base shear from the first mode
being less than the portion of base shear from higher modes.
Other conditions may also necessitate establishing the base

below grade for a building with a basement that is located on a
level site. Such conditions include those where seismic separa-
tions extend through all floors, including those located close to
and below grade; those where the floor diaphragms close to and
below grade are not tied to the foundation wall; those where the
floor diaphragms, including the diaphragm for the floor close to
grade, are flexible; and those where other buildings are located
nearby.
For a building with seismic separations extending through the

height of the building including levels close to and below grade,
the separate structures are not supported by the soil against a

FIGURE C11.2-3 Base at Ground Floor Level

FIGURE C11.2-4 Base at Level Closest to Grade Elevation

FIGURE C11.2-5 Base Below Substantial Openings in Basement
Wall

FIGURE C11.2-6 Base at Foundation Level Where There Are Full-
Length Exterior Shear Walls
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basement wall on all sides in all directions. If there is only one
joint through the building, assigning the base to the level close to
grade may still be appropriate if the soils over the depth of the
basement walls are stiff and the diaphragm is rigid. Stiff soils are
required so that the seismic forces can be transferred between
the soils and basement walls in both bearing and side friction. If
the soils are not stiff, adequate side friction may not develop for
movement in the direction perpendicular to the joint.

For large footprint buildings, seismic separation joints may
extend through the building in two directions and there may be
multiple parallel joints in a given direction. For individual
structures within these buildings, substantial differences in the
location of the center of rigidity for the levels below grade
relative to levels above grade can lead to torsional response.
For such buildings, the base should usually be at the foundation
elements below the basement or the highest basement slab level
where the separations are no longer provided.

Where floor levels are not tied to foundation walls, the base
may need to be located well below grade at the foundation level.
An example is a building with tieback walls and posttensioned
floor slabs. For such a structure, the slabs may not be tied to the
wall to allow relative movement between them. In other cases, a
soft joint may be provided. If shear forces cannot be transferred
between the wall and a ground level or basement floor, the
location of the base depends on whether forces can be transferred
through bearings between the floor diaphragm and basement wall
and between the basement wall and the surrounding soils. Floor
diaphragms bearing against the basement walls must resist the
compressive stress from earthquake forces without buckling. If a
seismic or expansion joint is provided in one of these buildings,
the base almost certainly needs to be located at the foundation
level or a level below grade where the joint no longer exists.

If the diaphragm at grade is flexible and does not have
substantial compressive strength, the base of the building may
need to be located below grade. This condition is more common
with existing buildings. Newer buildings with flexible diaphragms
should be designed for compression to avoid the damage that can
otherwise occur.

Proximity to other structures can also affect where the base
should be located. If other buildings with basements are located
adjacent to one or more sides of a building, it may be appropriate
to locate the base at the bottom of the basement. The closer the
adjacent building is to the building, the more likely it is that the
base should be below grade.

For sites with sloping grade, many of the same considerations
for a level site are applicable. For example, on steeply sloped
sites, the earth may be retained by a tieback wall so that the
building does not have to resist the lateral soil pressures. For such
a case, the building is independent of the wall, so the base should
be located at a level close to the elevation of grade on the side of
the building where it is lowest, as shown in Fig. C11.2-7. Where

the building’s vertical elements of the seismic force-resisting
system also resist lateral soil pressures, as shown in Fig. C11.2-8,
the base should also be located at a level close to the elevation of
grade on the side of the building where grade is low. For these
buildings, the seismic force-resisting system below highest grade
is often much stiffer than the system used above it, as shown in
Fig. C11.2-9, and the seismic weights for levels close to and
below highest grade are greater than for levels above highest
grade. Use of a two-stage equivalent lateral force procedure can
be useful for these buildings.

Where the site is moderately sloped such that it does not vary
in height by more than a story, stiff walls often extend to the
underside of the level close to the elevation of high grade, and the
seismic force-resisting system above grade is much more flexible
above grade than it is below grade. If the stiff walls extend to
the underside of the level close to high grade on all sides of the
building, locating the base at the level closest to high grade may
be appropriate. If the stiff lower walls do not extend to the
underside of the level located closest to high grade on all sides of
the building, the base should be assigned to the level closest to
low grade. If there is doubt as to where to locate the base, it
should conservatively be taken at the lower elevation.

DISTRIBUTION SYSTEM: For the purposes of determin-
ing the anchorage of components in Chapter 13, a distribution
system is characterized as a series of individual in-line mechani-
cal or electrical components that have been physically attached
together to function as an interconnected system. In general, the
individual in-line components of a distribution system are com-
parable to those of the pipe, duct, or electrical raceway so that the
overall seismic behavior of the system is relatively uniform along
its length. For example, a damper in a duct or a valve in a pipe is
sufficiently similar to the weight of the duct or pipe itself, as
opposed to a large fan or large heat exchanger. If a component is
large enough to require support that is independent of the piping,

FIGURE C11.2-7 Building with Tie-Back or Cantilevered Retaining
Wall That Is Separate from the Building

FIGURE C11.2-8 Building with Vertical Elements of the Seismic
Force-Resisting System Supporting Lateral Earth Pressures

FIGURE C11.2-9 Building with Vertical Elements of the Seismic
Force-Resisting System Supporting Lateral Earth Pressures
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duct, or conduit to which it is attached, it should likely be treated
as a discrete component with regard to both exemptions and
general design requirements. Representative distribution systems
are listed in Table 13.6-1.
FLEXURE-CONTROLLED DIAPHRAGM: An example

of a flexure-controlled diaphragm is a cast-in-place concrete
diaphragm, where the flexural yielding mechanism would typi-
cally be yielding of the chord tension reinforcement.
SHEAR-CONTROLLED DIAPHRAGM: Shear-controlled

diaphragms fall into two main categories. The first category is
diaphragms that cannot develop a flexural mechanism because of
aspect ratio, chord member strength, or other constraints. The
second category is diaphragms that are intended to yield in shear
rather than in flexure. Wood-sheathed diaphragms, for example,
typically fall in the second category.
STORY ABOVE GRADE PLANE: Fig. C11.2-10 illustrates

this definition.
TRANSFER FORCES: Transfer forces are diaphragm forces

that are not caused by the acceleration of the diaphragm inertial
mass. Transfer forces occur because of discontinuities in the
vertical elements of the seismic force-resisting system or because
of changes in stiffness in these vertical elements from one story to
the next, even if there is no discontinuity. Additionally, buildings
that combine frames and shear walls, which would have different
deflected shapes under the same loading, also develop transfer
forces in the diaphragms that constrain the frames and shear walls
to deform together; this development is especially significant in
dual systems.

C11.3 SYMBOLS

The provisions for precast concrete diaphragm design are
intended to ensure that yielding, when it occurs, is ductile. Since
yielding in shear is generally brittle at precast concrete

connections, an additional overstrength factor, Ωv, has been
introduced; the required shear strength for a precast diaphragm
is required to be amplified by this factor. This term is added to the
symbols.

δMDD = This symbol refers to in-plane diaphragm deflection and
is therefore designated with a lower-case delta. Note that
the definition for δMDD refers to “lateral load” without
any qualification, and the definition for ΔADVE refers to
“tributary lateral load equivalent to that used in the
computation of δMDD.” This equivalency is an important
concept that was part of the 1997 Uniform Building Code
(UBC) (ICBO 1997) definition for a flexible diaphragm.

Ωv = The provisions for precast concrete diaphragm design are
intended to ensure that yielding, when it occurs, is
ductile. Since yielding in shear is generally brittle at
precast concrete connections, an additional overstrength
factor, Ωv, has been introduced; the required shear
strength for a precast diaphragm is required to be ampli-
fied by this factor. This term is added to the symbols.

C11.4 SEISMIC GROUND MOTION VALUES

The basis for the mapped values of the MCER ground motions in
ASCE 7-16 is identical to that in ASCE 7-10. Both of these are
significantly different from mapped values of MCE ground
motions in earlier editions of ASCE 7. These differences include
use of (1) probabilistic ground motions that are based on uniform
risk, rather than uniform hazard, (2) deterministic ground
motions that are based on the 84th percentile (approximately
1.8 times median), rather than 1.5 times median response spectral
acceleration for sites near active faults, and (3) ground motion
intensity that is based on maximum rather than average

FIGURE C11.2-10 Illustration of Definition of Story above Grade Plane
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(geometric mean) response spectral acceleration in the horizontal
plane. These differences are explained in detail in the
Commentary of the 2009 NEHRP Recommended Provisions.
Except for determining the MCEG PGA values in Chapters 11
and 21, the mapped values are given as MCER spectral values.

C11.4.1 Near-Fault Sites. In addition to very large accelera-
tions, ground motions on sites located close to the zone of fault
rupture of large-magnitude earthquakes can exhibit impulsive
characteristics as well as unique directionality not typically
recorded at sites located more distant from the zone of rupture.
In past earthquakes, these characteristics have been observed to be
particularly destructive. Accordingly, this standard establishes more
restrictive design criteria for structures located on sites where such
ground motions may occur. The standard also requires direct
consideration of these unique characteristics in selection and
scaling of ground motions used in nonlinear response history
analysis and for the design of structures using seismic isolation
or energy-dissipation devices when located on such sites.

The distance from the zone of fault rupture at which these
effects can be experienced is dependent on a number of factors,
including the rupture type, depth of fault, magnitude, and direc-
tion of fault rupture. Therefore, a precise definition of what
constitutes a near-fault site is difficult to establish on a general
basis. This standard uses two categorizations of near-fault con-
ditions, both based on the distance of a site from a known active
fault, capable of producing earthquakes of a defined magnitude
or greater, and having average annual slip rates of nonnegligible
amounts. These definitions were first introduced in the 1997
UBC (ICBO 1997). Fig. C11.4-1 illustrates the means of deter-
mining the distance of a site from a fault, where the fault plane
dips at an angle relative to the ground surface.

C11.4.2 Mapped Acceleration Parameters. Mapped response
spectral accelerations (5% damping) are provided on U.S.
Geological Survey (USGS) maps for short periods, SS, and at
1 s, S1, for sites at the boundary of Site Classes B and C, which is
vs = 760 m/s (2,500 ft/s). The USGS maps have been applicable
to this site condition since 1996 (Frankel et al. 1996), but now are
more clearly marked as being applicable to the reference value of
vs. USGS ground motion maps are available at https://doi.org/
10.5066/F7NK3C76.

C11.4.3 Site Class. The new site coefficients, Fa and Fv,
necessitated a revision to the default site class when the site is

known to be soil not classified as Site Class E or F. The Fa and Fv
values for Site Class D in ASCE 7-10 were always equal to or
greater than Fa and Fv values for Site Class C. Thus, specifying
Site Class D as the default site class ensured that the response
spectral accelerations would not be underestimated. However,
the Fa values for Site Class C are greater than those for Site Class
D for SS ≥ 1.0. Thus, a minor modification was required,
consisting of adding the sentence “Where Site Class D is
selected as the default site class per Section 11.4.3, the value
of Fa shall not be less than1.2.” in the last paragraph of Section
11.4.4 to ensure that the larger of the site coefficients for Site
Classes C and D would be selected when the soil properties are
not sufficiently known to determine the site class, and the
authority having jurisdiction or geotechnical data have
determined that Site Class E or F soils are not present.

Because the site coefficients, Fa and Fv, are less than unity
(1.0) for Site Class B, a new paragraph was added to this section
that requires the measurement of shear-wave velocity to demon-
strate that the site is Site Class B according to the definition in
Section 20.3. Furthermore, when S1 ≥ 1.0, the values of Fa for
Site Class C are now greater than those for Site Class D.

C11.4.4 Site Coefficients and Risk-Targeted Maximum
Considered Earthquake (MCER) Spectral Response
Acceleration Parameters. Acceleration response parameters
obtained from the maps (figures) cited in Section 11.4.2 are
applicable for sites that have vs = 760 m/s (vs = 2,500 ft/s).
For other site conditions, the SS and S1 values are computed as
indicated in Section 11.4.4. This section has been revised from
ASCE 7-10 to adjust the site factors to a reference site condition of
vs = 760 m/s (vs = 2,500 ft/s) (instead of Site Class B) and to
reflect more recent knowledge and data pertaining to site response.

The site coefficients, Fa and Fv, presented, respectively, in
Tables 11.4-1 and 11.4-2 for the various site classes are based on
analysis of strong-motion data and on numerical simulations of
nonlinear site response. The development of the factors that were
in place from the 1994 NEHRP Provisions through ASCE 7-10 is
described in Dobry et al. (2000) and the references therein.
Motivation for the revisions to these site factors includes the
following (Seyhan and Stewart 2012): (1) updating the reference
site condition used for the factors to match the condition on the
national maps, which is vs = 760 m/s (vs = 2,500 ft/s); and
(2) incorporating into the factors the substantial knowledge gains
(stemming in large part from an enormous increase in available
data) on site response over the past two decades.

The work undertaken to develop the revised factors is de-
scribed in two PEER reports (Boore et al. 2013, Stewart and
Seyhan 2013). They develop a semiempirical site amplification
model for shallow crustal regions with two components: (1) a
component to account for the change in ground motion with vs
for weak shaking conditions (referred to as the vs-scaling com-
ponent); and (2) a component accounting for the effect of
nonlinearity. The vs-scaling component was derived from strong
ground motion data compiled and analyzed as part of the NGA-
West 2 project (http://peer.berkeley.edu/ngawest2/). Whereas
Stewart and Seyhan (2013) describe some regional variations
in vs-scaling, such variations were not judged to be sufficiently
robust for inclusion in the model, and therefore the model’s
vs-scaling reflects the average of the full international data set.
The nonlinear component of the model is designed to jointly
capture nonlinear effects revealed by strong-motion data analysis
and the results of numerical simulations by Kamai et al. (2013).

The complete model (incorporating both vs-scaling and non-
linearity) is used to derive the recommended values of Fa and Fv
for Site Classes B–D. The reference velocity used in theFIGURE C11.4-1 Fault Distance for Various Project Site Locations
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computations was 760 m/s (2,500 ft/s). The values of vs used to
compute the tabulated factors for Classes B, C, and D were
913 m/s (2,995 ft/s), 489 m/s (1,604 ft/s), and 266 m/s
(873 ft/s), respectively. These are average values of vs for sites
in the respective classes based on the NGA-West 2 data set.
For Site Class E, median estimates of site amplification were
computed using the complete model (applied at 155 m/s
(509 ft/s)) as with the other classes. However, the recommended
factors for Site Class E are increased above the median by half of
the within-event standard deviation derived from the data, which
increases site factors by approximately a factor of 1.3 to 1.4. This
increase introduces a conservative bias to the Class E factors that
is considered desirable because of the relatively modest amount
of data for this site condition. A conservative bias was applied in
the original site factors for Class E as well.
Fig. C11.4-2 shows the recommended site factors as a function

of vs for the levels of excitation (specified as values of SS and S1)
given in Tables 11.4-1 and 11.4-2. The revised site factors for Site
Class B (rock) are smaller than earlier values because of the change
in reference velocity from 1,050 to 760 m/s (3,445 to 2,500 ft/s).
The revised values for soil sites are generally similar to the prior
values. However, for stronger shaking levels and Site Class C and
D soils, the revised site factors are the same as or greater than the
earlier values because of reduced levels of nonlinearity, especially
at long periods (i.e., in the Fv parameter). For Class E, the relative
levels of revised and prior site factors are strongly influenced by
the amount of conservative bias adopted in their selection.

Whereas the overall levels of Class E site amplification remain
about the same, the degree of nonlinearity has been reduced
somewhat for Fa and increased somewhat for Fv.
The revised factors are applicable for average site conditions in

tectonically active regions (e.g., the West Coast of the United
States). Because of different average site conditions in stable
continental regions (such as the central and eastern United
States), differences in average site response relative to the factors
in Tables 11.4-1 and 11.4-2 should be anticipated for such
regions. This difference can be addressed through site-specific
analysis performed in accordance with Section 11.4.8.
For Site Classes B–D, site coefficients Fa and Fv may be

computed from the following equations in lieu of using the site
factors in Tables 11.4-1 and 11.4-2:

Fa = exp

�
−0.727 ln

�
Vs30

760

�

− 0.2298

�
expf−0.00638ðminðVs30; 760Þ − 360Þg−
expf−0.00638 × 400g

�

� ln

�ðSs/2.3Þ þ 0.1
0.1

��
(C11.4-1)

Fv = exp

�
−1.03 ln

�
Vs30

760

�

− 0.118

�
expf−0.00756ðminðVs30; 760Þ − 360Þg−
expf−0.00756 × 400g

�

� ln

�ðS1/0.7Þ þ 0.1
0.1

��
(C11.4-2)

In Eqs. (C11.4-1) and (C11.4-2), vs (shown as Vs30 in the
equations) is in units of m/s and Ss and S1 are in units of g. The
equations are considered useful for vs = 150 to 1,000 m/s
(vs = 492 to 3,281 ft/s), Ss = 0 − 1.8 g, and S1 = 0 − 0.6 g (grav-
ity). To obtain the Fa and Fv for vs < 180 m/s (vs < 590 ft/s),
the þ1/2 standard-deviation correction for Site Class E de-
scribed earlier in this section would need to be applied to the
natural logarithm of Fa and Fv resulting from both equations. The
standard deviations are 0.67 for Fa and 0.58 for Fv. One half of
these standard deviations are to be added to the natural loga-
rithms of Fa and Fv; the antilogs of the resulting values yield Fa
and Fv for Site Class E. Equations applicable for specific periods,
and that allow use of vs > 1,000 m/s (vs > 3,281 ft/s), are given
in Boore et al. (2013).

C11.4.5 Design Spectral Acceleration Parameters. As
described in Section C11.4, structural design in ASCE 7 is
performed for earthquake demands that are 2/3 of the MCER
response spectra. As set forth in Section 11.4.5, two additional
parameters, SDS and SD1, are used to define the acceleration
response spectrum for this design level event. These parameters
are 2/3 of the respective SMS and SM1 values and define a design
response spectrum for sites of any characteristics and for natural
periods of vibration less than the transition period, TL. Values of
SMS, SM1, SDS, and SD1 can also be obtained from the USGS
website cited previously.

C11.4.6 Design Response Spectrum. The design response
spectrum (Fig. 11.4-1) consists of several segments. The
constant-acceleration segment covers the period band from T0
to Ts; response accelerations in this band are constant and equal
to SDS. The constant-velocity segment covers the period band

FIGURE C11.4-2 Site Factors Fa and Fv as Function of vs (Shown
as V s30 in Figure) for Various Amplitudes of Reference Rock

Shaking.

Note: In the top frame of this figure, the values of Fa for VS30 = 155 m/s
(Site Class E) are 1.1, 1.0, and 0.8 for SS = 1.0, 1.25, and >1.5,
respectively. These values were originally approved by the Provisions
Update Committee but were later replaced by the note, “See Sec. 11.4.8,”
which was necessitated by the results of more recent research. See
Section C11.4.8 for details.

Source: Stewart and Seyhan 2013.
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from Ts to TL, and the response accelerations in this band are
proportional to 1/T with the response acceleration at a 1-s period
equal to SD1. The long-period portion of the design response
spectrum is defined on the basis of the parameter, TL, the period
that marks the transition from the constant-velocity segment to
the constant-displacement segment of the design response
spectrum. Response accelerations in the constant-displacement
segment, where T ≥ TL, are proportional to 1/T2. Values of TL
are provided on maps in Figs. 22-14 through 22-17.

The TL maps were prepared following a two-step procedure.
First, a correlation between earthquake magnitude and TL was
established. Then, the modal magnitude from deaggregation of
the ground-motion seismic hazard at a 2-s period (a 1-s period for
Hawaii) was mapped. Details of the procedure and the rationale
for it are found in Crouse et al. (2006).

C11.4.8 Site-Specific Ground Motion Procedures. Site-
specific ground motions are permitted for design of any
structure and are required for design of certain structures and
certain site soil conditions. The objective of a site-specific ground
motion analysis is to determine ground motions for local seismic
and site conditions with higher confidence than is possible using
the general procedure of Section 11.4.

As noted earlier, the site-specific procedures of Chapter 21 are
the same as those used by the U.S. Geological Survey to develop
the mapped values of MCER ground motions shown in Figs. 22-1
through 22-8 of Chapter 22. Unless significant differences in local
seismic and site conditions are determined by a site-specific
analysis of earthquake hazard, site-specific ground motions would
not be expected to differ significantly from those of the mapped
values of MCER ground motions prepared by the USGS.

Site-specific groundmotions are required for design of structures
at softer soil sites and stronger ground motion intensities for which
the two domains of constant acceleration and constant velocity
(e.g., of the design response spectrum) do not adequately charac-
terize site response and MCER response spectral acceleration
cannot be reliably calculated using procedures and formulas of
Section 11.4. Softer soil sites requiring site-specific ground motions
were identified by a study that investigated and developed solutions
to potential shortcomings in equivalent lateral force (ELF) (and
modal response spectrum analysis, MRSA) design procedures
(Kircher & Associates 2015). The impetus for the ELF study came
from a BSSC Provisions Update Committee effort (late in the 2015
cycle) to define seismic design forces at additional response periods
beyond 1.0 s; a first step toward ultimately basing seismic design
forces on multiperiod MCER response spectra.

Multiperiod MCER response spectra would eliminate potential
shortcomings associated with the use of seismic forces based on
only two response periods by directly providing reliable values of
seismic demand at all design periods of interest. Unfortunately,
multiperiod hazard and associated design methods are not yet
mature enough for incorporation in seismic codes, and the site-
specific requirements of Section 11.4.8 for softer sites and
stronger ground motions provide a short-term solution to a
problem that will ultimately be resolved by adoption of design
methods based on multiperiod response spectra.

The value of parameter SMS is based on response at a period of
0.2 s, and the value of the parameter SM1 is based on response at a
period of 1 s. The domain of constant acceleration defined by the
parameter (SMS) and the domain of constant velocity (SM1/T) are
crude approximations to the actual shape of response spectral
accelerations of MCER ground motions, such as those calculated
using the site-specific procedures of Chapter 21 for a number
of different periods of response (so-called multiperiod MCER
response spectra).

Although approximate, the two domains of constant accelera-
tion and velocity provide reasonably accurate and conservative
representation of the frequency content of design ground motions
when peak response spectral acceleration occurs at or near
T = 0.2 s, the period used to define SMS, and peak response
spectral velocity (i.e., peak response spectral acceleration divided
by response period) occurs at or near T = 1.0 s, the period used to
define SM1. Such is the case for response at stiffer sites governed
by smaller magnitude earthquakes, but generally it is inaccurate
and potentially unconservative at softer sites (e.g., Site Classes D
and E), in particular sites for which seismic hazard is dominated
by large-magnitude earthquakes. In the latter case, values of SMS
and SM1 would be more accurately calculated if based on
response at periods that better represent peak response spectral
acceleration and peak response spectral velocity, and hence the
frequency content, of MCER ground motions of the site of
interest.

The site-specific requirements of Section 21.4 of ASCE 7-10
recognized that periods of peak response are not always at 0.2 s
and 1.0 s and require that SD1 be taken as equal to 2 times the
response spectral acceleration at 2 s with greater than 1-s response
spectral acceleration, and that SDS be taken as equal to 0.2-s
response spectral acceleration, but not less than 90% of response at
any period to better represent the frequency content of site-specific
ground motions. For softer sites governed by large-magnitude
events, the peak value of response spectral velocity can occur at a
period beyond 2 s, and ASCE 7-16 extends the SD1 criteria of
Section 21.4 to a period range of 1 s to 5 s for Site Class D and E
sites (i.e., Vs30 ≤ 1,200 ft/s [Vs30 ≤ 365.76 m/s]).

Potential shortcomings in ELF seismic design forces are
illustrated in Figs. C11.4-3, C11.4-4, and C11.4-5, each of which
shows plots of a multiperiod MCER response spectrum for Site
Class BC, multiperiod MCER, design response spectra for the site
class of interest (Site Class C, D, or E), and the two-domain ELF
design spectrum, defined by the product Cs × ðR/IeÞ. In these
figures, the MCER ground motions represent a magnitude 7.0
earthquake at Rx = 6.75 km (Rx = 4.19 mi), which has values of
the parameters SS = 1.5 g and S1 = 0.6 g for Site Class BC
conditions [Vsvs30 = 2,500 ft/s (Vsvs30 = 762 m/s)]. The ELF
design spectrum is based on these values of SS and S1 and
values of the site coefficients Fa and Fv for the site class of
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FIGURE C11.4-3 Comparison of ELF and Multiperiod Design
Spectra—Site Class C Ground Motions (Vsvs30 = 1,600 ft/s)
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interest. For example, the domain of constant acceleration is
defined by the value of the parameter SDS = 2/3×
0.8 × 1.5 g= 0.8 g, and the domain of constant velocity is
defined by the value of the parameter SD1 = 2/3 × 2.0 ×
0.6 g= 0.8 g for the ELF design spectrum shown in
Fig. C11.4-5 for Site Class E conditions.
Comparisons of multiperiod and ELF design spectra in

Figs. C11.4-3, C11.4-4, and C11.4-5 show varying degrees of
similarity. For Site Class C (Fig. C11.4-3), the ELF design
spectrum is similar to the multiperiod design spectrum. The
ELF domain of constant acceleration matches the peak of the
multiperiod design spectrum at period of 0.25 s, and the ELF
domain of constant velocity (1/T) matches the multiperiod
design spectrum at periods of 1 s and greater. For Site Class D
(Fig. C11.4-4), the ELF design spectrum is moderately uncon-
servative at most periods (e.g., by about 20% at a period of 1 s to
2 s), and for Site Class E (Fig. C11.4-5), the design spectrum is

significantly unconservative at all periods (e.g., by about a factor
of 1.65 at periods of 2 s to 3 s). These figures are based on
multiperiod response spectra whose shape corresponds to a
magnitude 7.0 earthquake. Spectral shape is a function of
magnitude, and smaller magnitude events would show greater
similarity between the multiperiod design spectrum and ELF
spectrum of site class of interest, whereas larger magnitude
events would show more significant differences.
In general, Section 11.4.8 requires site-specific hazard analysis

for structures on Site Class E with values of SS greater than or
equal to 1.0 g, and for structures on Site Class D or Site Class E
for values of S1 greater than or equal to 0.2 g. These requirements
significantly limit the use of practical ELF and MRSA design
methods, which is of particular significance for Site Class D sites.
To lessen the effect of these requirements on design practice,
three exceptions permit the use of conservative values of design
parameters for certain conditions for which conservative values
of design were identified by the ELF study. These exceptions do
not apply to seismically isolated structures and structures with
damping systems for which site-specific analysis is required in all
cases at sites with S1 greater than or equal to 0.6.
The first exception permits use of the value of the site coefficient

Fa of Site Class C (Fa = 1.2) for Site Class E sites (for values of SS
greater than or equal to 1.0 g) in lieu of site-specific hazard analysis.
The ELF study found that while values of the site coefficient Fa
tend to decrease with intensity for softer sites, values of spectrum
shape adjustment factor Ca tend to increase such that the net effect
is approximately the same intensity of MCER ground motions for
Site Classes C, D, and E when MCER ground motion intensity is
strong (i.e., SMS ≥ 1.0). Site Class C was found to not require
spectrum shape adjustment, and the value of site coefficient Fa for
Site Class C (Fa = 1.2) is large enough to represent both site class
and spectrum shape effects for Site Class E (and Site Class D).
The second exception permits both ELF and MRSA design of

structures at Site Class D sites for values of S1 greater than or
equal to 0.2 g, provided that the value of the seismic response
coefficient Cs is conservatively calculated using Eq. (12.8-2) for
T ≤ 1.5Ts and using 1.5 times the value computed in accordance
with either Eq. (12.8-3) for TL ≥ T > 1.5Ts or Eq. (12.8-4) for
T > TL. This exception recognizes that structures are conserva-
tively designed for the response spectral acceleration defined by
the domain of constant acceleration (SDS) or by a 50% increase in
the value of seismic response coefficient Cs for structures with
longer periods (T ≥ 1.5Ts). The underlying presumption of this
exception for MRSA design of structures is that the shape of the
design response spectrum (Fig. 11.4-1) is sufficiently represen-
tative of the frequency content of Site Class D ground motions to
permit use of MRSA and that the potential underestimation of
fundamental-mode response using the design response spectrum
shape of Fig. 11.4-1 is accounted for by scaling MRSA design
values (Section 12.9.1.4) with a conservative value of the seismic
response coefficient Cs. In general, this exception effectively
limits the requirements for site-specific hazard analysis to very
tall and or flexible structures at Site Class D sites (S1 ≥ 0.2 g).
The third exception permits ELF design of short-period struc-

tures (T ≤ Ts) at Site Class E sites for values of SS greater than or
equal to 0.2 g. This exception recognizes that short-period
structures are conservatively designed using the ELF procedure
for values of seismic response coefficient Cs based on the domain
of constant acceleration (SDS), which is, in all cases, greater than
or equal to response spectral accelerations of the domain of
constant velocity and therefore need not consider the effects of
spectrum shape at periods T > Ts. In general, the shape of the
design response spectrum (Fig. 11.4-1) is not representative of
the frequency content of Site Class E ground motions, and
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MRSA is not permitted for design unless the design spectrum is
calculated using the site-specific procedures of Section 21.2.

C11.5 IMPORTANCE FACTOR AND RISK CATEGORY

Large earthquakes are rare events that include severe ground
motions. Such events are expected to result in damage to
structures even if they were designed and built in accordance
with the minimum requirements of the standard. The conse-
quence of structural damage or failure is not the same for the
various types of structures located within a given community.
Serious damage to certain classes of structures, such as critical
facilities (e.g., hospitals), disproportionately affects a communi-
ty. The fundamental purpose of this section and of subsequent
requirements that depend on this section is to improve the ability
of a community to recover from a damaging earthquake by
tailoring the seismic protection requirements to the relative
importance of a structure. That purpose is achieved by requiring
improved performance for structures that

1. Are necessary to response and recovery efforts immediate-
ly after an earthquake,

2. Present the potential for catastrophic loss in the event of an
earthquake, or

3. House a large number of occupants or occupants less able
to care for themselves than the average.

The first basis for seismic design in the standard is that
structures should have a suitably low likelihood of collapse in
the rare events defined as the maximum considered earthquake
(MCE) ground motion. A second basis is that life-threatening
damage, primarily from failure of nonstructural components in and
on structures, is unlikely in a design earthquake ground motion
(defined as two-thirds of the MCE). Given the occurrence of
ground motion equivalent to the MCE, a population of structures
built to meet these design objectives probably still experiences
substantial damage in many structures, rendering these structures
unfit for occupancy or use. Experience in past earthquakes around
the world has demonstrated that there is an immediate need to treat
injured people, to extinguish fires and prevent conflagration, to
rescue people from severely damaged or collapsed structures, and
to provide shelter and sustenance to a population deprived of its
normal means. These needs are best met when structures essential
to response and recovery activities remain functional.

This standard addresses these objectives by requiring that each
structure be assigned to one of the four Risk Categories presented
in Chapter 1 and by assigning an Importance Factor, Ie, to the
structure based on that Risk Category. (The two lowest categories, I
and II, are combined for all purposes within the seismic provisions.)
The Risk Category is then used as one of two components in
determining the Seismic Design Category (see Section C11.6) and
is a primary factor in setting drift limits for building structures
under the design earthquake ground motion (see Section C12.12).

Fig. C11.5-1 shows the combined intent of these requirements
for design. The vertical scale is the likelihood of the ground
motion; the MCE is the rarest considered. The horizontal scale is
the level of performance intended for the structure and attached
nonstructural components, which range from collapse to opera-
tional. The basic objective of collapse prevention at the MCE for
ordinary structures (Risk Category II) is shown at the lower right
by the solid triangle; protection from life-threatening damage at the
design earthquake ground motion (defined by the standard as two-
thirds of the MCE) is shown by the hatched triangle. The perfor-
mance implied for higher Risk Categories III and IV is shown by
squares and circles, respectively. The performance anticipated for
less severe ground motion is shown by open symbols.

C11.5.1 Importance Factor. The Importance Factor, Ie, is used
throughout the standard in quantitative criteria for strength. In most
of those quantitative criteria, the Importance Factor is shown as a
divisor on the factor R or Rp to reduce damage for important
structures in addition to preventing collapse in larger ground
motions. The R and Rp factors adjust the computed linear elastic
response to a value appropriate for design; in many structures, the
largest component of that adjustment is ductility (the ability of the
structure to undergo repeated cycles of inelastic strain in opposing
directions). For a given strength demand, reducing the effective R
factor (by means of the Importance Factor) increases the required
yield strength, thus reducing ductility demand and related damage.

C11.5.2 Protected Access for Risk Category IV. Those
structures considered essential facilities for response and
recovery efforts must be accessible to carry out their purpose.
For example, if the collapse of a simple canopy at a hospital could
block ambulances from the emergency room admittance area, then
the canopy must meet the same structural standard as the hospital.
The protected access requirement must be considered in the siting
of essential facilities in densely built urban areas.

C11.6 SEISMIC DESIGN CATEGORY

Seismic Design Categories (SDCs) provide a means to step
progressively from simple, easily performed design and con-
struction procedures and minimums to more sophisticated, de-
tailed, and costly requirements as both the level of seismic hazard
and the consequence of failure escalate. The SDCs are used to
trigger requirements that are not scalable; such requirements are
either on or off. For example, the basic amplitude of ground
motion for design is scalable—the quantity simply increases in a
continuous fashion as one moves from a low hazard area to a high
hazard area. However, a requirement to avoid weak stories is not
particularly scalable. Requirements such as this create step
functions. There are many such requirements in the standard,
and the SDCs are used systematically to group these step
functions. (Further examples include whether seismic anchorage
of nonstructural components is required or not, whether particu-
lar inspections will be required or not, and structural height limits
applied to various seismic force-resisting systems.)

In this regard, SDCs perform one of the functions of the
seismic zones used in earlier U.S. building. However, SDCs also
depend on a building’s occupancy and, therefore, its desired
performance. Furthermore, unlike the traditional implementation

FIGURE C11.5-1 Expected Performance as Related to Risk
Category and Level of Ground Motion
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of seismic zones, the ground motions used to define the SDCs
include the effects of individual site conditions on probable
ground-shaking intensity.
In developing the ground-motion limits and design require-

ments for the various Seismic Design Categories, the equivalent
modified Mercalli intensity (MMI) scale was considered. There
are now correlations of the qualitative MMI scale with quantita-
tive characterizations of ground motions. The reader is encour-
aged to consult any of a great many sources that describe the
MMIs. The following list is a coarse generalization:

MMI V No real damage
MMI VI Light nonstructural damage
MMI VII Hazardous nonstructural damage
MMI VIII Hazardous damage to susceptible structures
MMI IX Hazardous damage to robust structures

When the current design philosophywas adopted from the 1997
NEHRP provisions and Commentary (FEMA 1997a and FEMA
1997b), the upper limit for SDC A was set at roughly one-half of
the lower threshold for MMI VII, and the lower limit for SDC D
was set at roughly the lower threshold forMMIVIII. However, the
lower limit for SDC D was more consciously established by
equating that design value (two-thirds of the MCE) to one-half
of what had been the maximum design value in building codes
over the period of 1975 to 1995. As more correlations between
MMI and numerical representations of ground motion have been
created, it is reasonable to make the following correlation between
theMMI atMCEgroundmotion and the SeismicDesign Category
(all this discussion is for ordinary occupancies):

MMI V SDC A
MMI VI SDC B
MMI VII SDC C
MMI VIII SDC D
MMI IX SDC E

An important change was made to the determination of SDC when
the current design philosophy was adopted. Earlier editions of the
NEHRP Provisions used the peak velocity-related acceleration, Av,
to determine a building’s seismic performance category. However,
this coefficient does not adequately represent the damage potential
of earthquakes on sites with soil conditions other than rock.
Consequently, the 1997 NEHRP provisions (FEMA 1997a)
adopted the use of response spectral acceleration parameters
SDS and SD1, which include site soil effects for this purpose.
Except for the lowest level of hazard (SDC A), the SDC also

depends on theRiskCategories. For a given level of groundmotion,
the SDC is one categoryhigher forRiskCategory IV structures than
for lower risk structures. This rating has the effect of increasing the
confidence that the design and construction requirements can
deliver the intended performance in the extreme event.
Note that the tables in the standard are at the design level,

defined as two-thirds of the MCE level. Also recall that the MMIs
are qualitative by their nature and that the above correlation will
be more or less valid, depending on which numerical correlation
for MMI is used. The numerical correlations for MMI roughly
double with each step, so correlation between design earthquake
ground motion and MMI is not as simple or convenient.
In sum, at the MCE level, SDC A structures should not see

motions that are normally destructive to structural systems,
whereas the MCE level motions for SDC D structures can
destroy vulnerable structures. The grouping of step function
requirements by SDC is such that there are a few basic structural
integrity requirements imposed at SDC A, graduating to a suite of
requirements at SDC D based on observed performance in past
earthquakes, analysis, and laboratory research.

The nature of ground motions within a few kilometers of a
fault can be different from more distant motions. For example,
some near-fault motions have strong velocity pulses, associated
with forward rupture directivity, that tend to be highly destructive
to irregular structures, even if they are well detailed. For ordinary
occupancies, the boundary between SDCs D and E is set to define
sites likely to be close enough to a fault that these unusual ground
motions may be present. Note that this boundary is defined in
terms of mapped bedrock outcrop motions affecting response at
1 s, not site-adjusted values, to better discriminate between sites
near and far from faults. Short-period response is not normally as
affected as the longer period response. The additional design
criteria imposed on structures in SDCs E and F specifically are
intended to provide acceptable performance under these very
intense near-fault ground motions.
For most buildings, the SDC is determined without consider-

ation of the building’s period. Structures are assigned to an SDC
based on the more severe condition determined from 1-s accel-
eration and short-period acceleration. This assigning is done for
several reasons. Perhaps the most important of these is that it is
often difficult to estimate precisely the period of a structure using
default procedures contained in the standard. Consider, for
example, the case of rigid wall–flexible diaphragm buildings,
including low-rise reinforced masonry and concrete tilt-up
buildings with either untopped metal deck or wood diaphragms.
The formula in the standard for determining the period of
vibration of such buildings is based solely on the structural
height, hn, and the length of wall present. These formulas
typically indicate very short periods for such structures, often
on the order of 0.2 s or less. However, the actual dynamic
behavior of these buildings often is dominated by the flexibility
of the diaphragm—a factor neglected by the formula for approx-
imate fundamental period. Large buildings of this type can have
actual periods on the order of 1 s or more. To avoid misclassify-
ing a building’s SDC by inaccurately estimating the fundamental
period, the standard generally requires that the more severe SDC
determined on the basis of short- and long-period shaking be
used.
Another reason for this requirement is a desire to simplify

building regulation by requiring all buildings on a given soil
profile in a particular region to be assigned to the same SDC,
regardless of the structural type. This assignment has the advan-
tage of permitting uniform regulation in the selection of seismic
force-resisting systems, inspection and testing requirements,
seismic design requirements for nonstructural components, and
similar aspects of the design process regulated on the basis of
SDC, within a community.
Notwithstanding the above, it is recognized that classification

of a building as SDC C instead of B or D can have a significant
impact on the cost of construction. Therefore, the standard
includes an exception permitting the classification of buildings
that can reliably be classified as having short structural periods on
the basis of short-period shaking alone.
Local or regional jurisdictions enforcing building regulations

may desire to consider the effect of the maps, typical soil
conditions, and Seismic Design Categories on the practices in
their jurisdictional areas. For reasons of uniformity of practice or
reduction of potential errors, adopting ordinances could stipulate
particular values of ground motion, particular site classes, or
particular Seismic Design Categories for all or part of the area of
their jurisdiction. For example,

1. An area with a historical practice of high seismic zone
detailing might mandate a minimum SDC of D regardless
of ground motion or site class.
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2. A jurisdiction with low variation in ground motion across
the area might stipulate particular values of ground motion
rather than requiring the use of maps.

3. An area with unusual soils might require use of a particular
site class unless a geotechnical investigation proves a better
site class.

C11.7 DESIGN REQUIREMENTS FOR SEISMIC
DESIGN CATEGORY A

The 2002 edition of the standard included a new provision of
minimum lateral force for Seismic Design Category A structures.
The minimum load is a structural integrity issue related to the
load path. It is intended to specify design forces in excess of wind
loads in heavy low-rise construction. The design calculation in
Section 1.4.2 of the standard is simple and easily done to
ascertain if the seismic load or the wind load governs. This
provision requires a minimum lateral force of 1% of the total
gravity load assigned to a story to ensure general structural
integrity.

Seismic Design Category A is assigned when the MCE ground
motions are below those normally associated with hazardous
damage. Damaging earthquakes are not unknown or impossible
in such regions, however, and ground motions close to such
events may be large enough to produce serious damage. Provid-
ing a minimum level of resistance reduces both the radius over
which the ground motion exceeds structural capacities and
resulting damage in such rare events. There are reasons beyond
seismic risk for minimum levels of structural integrity.

The requirements for SDC A in Section 1.4 are all minimum
strengths for structural elements stated as forces at the level
appropriate for direct use in the strength design load combina-
tions of Section. 2.3. The two fundamental requirements are a
minimum strength for a structural system to resist lateral forces
(Section 1.4.2) and a minimum strength for connections of
structural members (Section 1.4.3).

For many buildings, the wind force controls the strength of the
lateral-force-resisting system, but for low-rise buildings of heavy
construction with large plan aspect ratios, the minimum lateral
force specified in Section 1.4.2 may control. Note that the
requirement is for strength and not for toughness, energy-dissi-
pation capacity, or some measure of ductility. The force level is
not tied to any postulated seismic ground motion. The boundary
between SDCs A and B is based on a spectral response accelera-
tion of 25% of gravity (MCE level) for short-period structures;
clearly the 1% acceleration level (from Eq. (1.4-1)) is far smaller.
For ground motions below the A/B boundary, the spectral
displacements generally are on the order of a few inches or less
depending on period. Experience has shown that even a minimal
strength is beneficial in providing resistance to small ground
motions, and it is an easy provision to implement in design. The
low probability of motions greater than the MCE is a factor in
taking the simple approach without requiring details that would
produce a ductile response. Another factor is that larger design
forces are specified in Section 1.4.3 for connections between
main elements of the lateral force load path.

The minimum connection force is specified in three ways: a
general minimum horizontal capacity for all connections; a
special minimum for horizontal restraint of in-line beams and
trusses, which also includes the live load on the member; and a
special minimum for horizontal restraint of concrete and masonry
walls perpendicular to their plane (Section 1.4.4). The 5%
coefficient used for the first two is a simple and convenient
value that provides some margin over the minimum strength of
the system as a whole.

C11.8 GEOLOGIC HAZARDS AND GEOTECHNICAL
INVESTIGATION

In addition to this commentary, Part 3 of the 2009 NEHRP
recommended provisions (FEMA 2009) includes additional and
more detailed discussion and guidance on evaluation of geologic
hazards and determination of seismic lateral pressures.

C11.8.1 Site Limitation for Seismic Design Categories E
and F. Because of the difficulty of designing a structure for
the direct shearing displacement of fault rupture and the
relatively high seismic activity of SDCs E and F, locating a
structure on an active fault that has the potential to cause rupture
of the ground surface at the structure is prohibited.

C11.8.2 Geotechnical Investigation Report Requirements
for Seismic Design Categories C through F. Earthquake
motion is only one factor in assessing potential for geologic
and seismic hazards. All of the listed hazards can lead to surface
ground displacements with potential adverse consequences to
structures. Finally, hazard identification alone has little value
unless mitigation options are also identified.

C11.8.3 Additional Geotechnical Investigation Report
Requirements for Seismic Design Categories D through F.
New provisions for computing peak ground acceleration for soil
liquefaction and stability evaluations have been introduced in this
section. Of particular note in this section is the explicitly stated
requirement that liquefaction must now be evaluated for the MCEG
ground motion. These provisions include maps of the maximum
considered earthquake geometric mean (MCEG) peak ground
acceleration (PGA) for Site Class B bedrock plus a site-
coefficient (FPGA) table to convert the PGA value to one
adjusted for site class effects (PGAM).

A requirement, similar to the one in Section 11.4.4, has been
added to the provisions to take the larger of the FPGA for Site
Classes C and D to conservatively account for the amplification
when the site is known to consist of soil that is not in Site
Class E or F.

The equation used to derive the FPGA values is similar to Eqs.
(C11.4-1) and (C11.4-2) for Fa and Fv; it is as follows:

FPGA = exp

�
−0.604 ln

�
vs
760

�

− 0.150

�
expf−0.00701ðminðvs; 760Þ − 360Þg−
expf−0.00701 × 400g

�

� ln

�
PGAþ 0.1

0.1

��
(C11.8-1)

In Eq. (C11.8-1), vs is in units of m/s and PGA is in units of g.
Velocities measured in ft/s can be converted to m/s by multiply-
ing by 0.3048. To obtain the FPGA for vs < 180 m/s
(vs < 590 ft/s), the þ1/2 standard-deviation correction described
for Site Class E in Section C11.4.4 would need to be applied to the
natural logarithm of FPGA. The standard deviation is 0.70.

PGA Provisions. Item 2 of Section 11.8.3 states that peak
ground acceleration shall be determined based on either a site-
specific study, taking into account soil amplification effects, or
using Eq. (11.8-1), for which MCEG peak ground acceleration is
obtained from national maps of PGA for bedrock Site Class B
multiplied by a site coefficient (FPGA) to obtain peak ground
acceleration for other site classes (PGAM). This methodology for
determining peak ground acceleration for liquefaction evalua-
tions improved the methodology in ASCE 7-05 by using mapped
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PGA rather than the approximation for PGA by the ratio Ss/2.5.
Furthermore, in the central and eastern United States, the ratio
Ss/2.5 tends to underestimate PGA. Ss/2.5 is applicable for
bedrock Site Class B and thus could be used as input at depth to a
site response analysis under the provisions of ASCE 7-05. The
use of Eq. (11.8-1) provides an alternative to conducting site
response analysis using rock PGA by providing a site-adjusted
ground surface acceleration (PGAM) that can directly be applied
in thewidely used empirical correlations for assessing liquefaction
potential. Correlations for evaluating liquefaction potential are
elaborated on in Resource Paper RP 12, “Evaluation of Geologic
Hazards and Determination of Seismic Lateral Earth Pressures,”
published in the 2009 NEHRP provisions (FEMA 2009).
Maps of MCEG PGA for Site Class B bedrock, similar to maps

of Ss and S1, are shown in Figs. 22-9 to 22-13 in Chapter 22.
Similar to adjustments for the bedrock spectral response accel-
erations for site response through the Fa and Fv coefficients,
bedrock motions for PGA are adjusted for these same site effects
using a site coefficient, FPGA, that depends on the level of ground
shaking in terms of PGA and the stiffness of the soil, typically
defined in terms of the shear-wave velocity in the upper 30 m
(98.4 ft) of geologic profile, Vs30. Values of FPGA are presented
in Table 11.8-1, and the adjustment is made through Eq. (11.8-1),
i.e., PGAM =FPGA PGA, where PGAM is peak ground accelera-
tion adjusted for site class. The method of determining site class,
used in the determination of Fa and Fv, is also identical to that in
the present and previous ASCE 7 documents.
There is an important difference in the derivation of the PGA

maps and the maps of Ss and S1 in ASCE 7-10. Unlike previous
editions of ASCE 7, the Ss and S1 maps in ASCE 7-10 were
derived for the “maximum direction shaking” and are risk based
rather than hazard based. However, the PGA maps have been
derived based on the geometric mean of the two horizontal
components of motion. The geometric mean was used in the
PGA maps rather than the PGA for the maximum direction
shaking to ensure that there is consistency between the determi-
nation of PGA and the basis of the simplified empirical field
procedure for estimating liquefaction potential based on results
of standard penetration tests (SPTs), cone penetrometer tests
(CPTs), and other similar field investigative methods. When
these correlations were originally derived, the geomean (or a
similar metric) of peak ground acceleration at the ground surface
was used to identify the cyclic stress ratio for sites with or
without liquefaction. The resulting envelopes of data define the
liquefaction cyclic resistance ratio (CRR). Rather than reevalu-
ating these case histories for the “maximum direction shaking,” it
was decided to develop maps of the geomean PGA and to
continue using the existing empirical methods.
Liquefaction Evaluation Requirements. Beginning with

ASCE 7-02, it has been the intent that liquefaction potential be
evaluated at MCE ground motion levels. There was ambiguity in
the previous requirement in ASCE 7-05 as to whether liquefac-
tion potential should be evaluated for the MCE or for the design
earthquake. Paragraph 2 of Section 11.8.3 of ASCE 7-05 stated
that liquefaction potential would be evaluated for the design
earthquake; it also stated that in the absence of a site-specific
study, peak ground acceleration shall be assumed to be equal to
Ss/2.5 (Ss is the MCE short-period response spectral acceleration
on Site Class B rock). There has also been a difference in
provisions between ASCE 7-05 and the 2006 edition of the
IBC, in which Section 1802.2.7 stated that liquefaction shall be
evaluated for the design earthquake ground motions and the
default value of peak ground acceleration in the absence of a site-
specific study was given as SDS/2.5 (SDS is the short-period site-
adjusted design response spectral acceleration). ASCE 7-10, in

item 2 of Section 11.8.3 and Eq. (11.8-1), requires explicitly that
liquefaction potential be evaluated based on the MCEG peak
ground acceleration.
The explicit requirement in ASCE 7-10 to evaluate liquefac-

tion for MCE ground motion rather than to design earthquake
ground motion ensures that the full potential for liquefaction is
addressed during the evaluation of structure stability, rather than
a lesser level when the design earthquake is used. This change
also ensures that, for the MCE ground motion, the performance
of the structure is considered under a consistent hazard level for
the effects of liquefaction, such as collapse prevention or life
safety, depending on the risk category for the structure
(Fig. C11.5-1). By evaluating liquefaction for the MCE rather
than the design earthquake peak ground acceleration, the ground
motion for the liquefaction assessment increases by a factor of
1.5. This increase in peak ground acceleration to the MCE level
means that sites that previously were nonliquefiable could now
be liquefiable, and sites where liquefaction occurred to a limited
extent under the design earthquake could undergo more lique-
faction, in terms of depth and lateral extent. Some mechanisms
that are directly related to the development of liquefaction, such
as lateral spreading and flow or ground settlement, could also
increase in severity.
This change in peak ground acceleration level for the lique-

faction evaluation addressed an issue that has existed and has
periodically been discussed since the design earthquake concept
was first suggested in the 1990s. The design earthquake ground
motion was obtained by multiplying the MCE ground motion by
a factor of 2/3 to account for a margin in capacity in most
buildings. Various calibration studies at the time of code devel-
opment concluded that for the design earthquake, most buildings
had a reserve capacity of more than 1.5 relative to collapse. This
reserve capacity allowed the spectral accelerations for the MCE
to be reduced using a factor of 2/3, while still achieving safety
from collapse. However, liquefaction potential is evaluated at the
selected MCEG peak ground acceleration and is typically deter-
mined to be acceptable if the factor of safety is greater than 1.0,
meaning that there is no implicit safety margin on liquefaction
potential. By multiplying peak ground acceleration by a factor of
2/3, liquefaction would be assessed at an effective return period
or probability of exceedance different than that for the MCE.
However, ASCE 7-10 requires that liquefaction be evaluated for
the MCE.
Item 3 of Section 11.8.3 of the ASCE 7-10 standard lists the

various potential consequences of liquefaction that must be
assessed; soil downdrag and loss in lateral soil reaction for pile
foundations are additional consequences that have been included
in this paragraph. This section of the new provisions, as in
previous editions, does not present specific seismic criteria for
the design of the foundation or substructure, but item 4 does state
that the geotechnical report must include discussion of possible
measures to mitigate these consequences.
A liquefaction resource document has been prepared in sup-

port of these revisions to Section 11.8.3. The resource document
“Evaluation of Geologic Hazards and Determination of Seismic
Lateral Earth Pressures,” includes a summary of methods that are
currently being used to evaluate liquefaction potential and the
limitations of these methods. This summary appears as Resource
Paper RP 12 in the 2009 NEHRP provisions (FEMA 2009).
The resource document summarizes alternatives for evaluating
liquefaction potential, methods for evaluating the possible con-
sequences of liquefaction (e.g., loss of ground support and
increased lateral earth pressures) and methods of mitigating
the liquefaction hazard. The resource document also identifies
alternate methods of evaluating liquefaction hazards, such as
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analytical and physical modeling. Reference is made to the use of
nonlinear effective stress methods for modeling the buildup in
pore water pressure during seismic events at liquefiable sites.

Evaluation of Dynamic Seismic Lateral Earth Pressures.
The dynamic lateral earth pressure on basement and retaining
walls during earthquake ground shaking is considered to be an
earthquake load, E, for use in design load combinations. This
dynamic earth pressure is superimposed on the preexisting static
lateral earth pressure during ground shaking. The preexisting
static lateral earth pressure is considered to be an H load.

C11.9 VERTICAL GROUND MOTIONS FOR SEISMIC
DESIGN

C11.9.2 MCER Vertical Response Spectrum. Previous
editions of ASCE 7 do not provide adequate guidance
regarding procedures for estimating vertical ground motion
levels for use in earthquake-resistant design. Historically, the
amplitude of vertical ground motion has been inferred to be
two-thirds (2/3) the amplitude of the horizontal ground motion.
However, studies of horizontal and vertical ground motions over
the past 25 years have shown that such a simple approach is not
valid in many situations (e.g., Bozorgnia and Campbell 2004,
and references therein) for the following main reasons: (1)
vertical ground motion has a larger proportion of short-period
(high-frequency) spectral content than horizontal ground motion,
and this difference increases with decreasing soil stiffness, and
(2) vertical ground motion attenuates at a higher rate than
horizontal ground motion, and this difference increases with
decreasing distance from the earthquake. The observed
differences in the spectral content and attenuation rate of
vertical and horizontal ground motion lead to the following
observations regarding the vertical/horizontal (V/H) spectral
ratio (Bozorgnia and Campbell 2004):

1. The V/H spectral ratio is sensitive to spectral period,
distance from the earthquake, local site conditions, and
earthquake magnitude and is insensitive to earthquake
mechanism and sediment depth;

2. The V/H spectral ratio has a distinct peak at short periods
that generally exceeds 2/3 in the near-source region of an
earthquake; and

3. The V/H spectral ratio is generally less than 2/3 at mid-to-
long periods.

Therefore, depending on the period, the distance to the fault,
and the local site conditions of interest, use of the traditional
2/3 V/H spectral ratio can result in either an under- or overesti-
mation of the expected vertical ground motions.

The procedure for defining the MCER vertical response spec-
trum in ASCE 7 is a modified version of the procedure taken
from the 2009 NEHRP Provisions. Unlike the procedure con-
tained in the 2009 NEHRP Provisions, the procedure provided in
Section 11.9 is keyed to the MCER spectral response acceleration
parameter at short periods, SMS. The procedure is based on the
studies of horizontal and vertical ground motions conducted by
Campbell and Bozorgnia (2003) and Bozorgnia and Campbell
(2004). These procedures are also generally compatible with the
general observations of Abrahamson and Silva (1997) and Silva
(1997) and the proposed design procedures of Elnashai (1997).
The procedure has been modified to express the vertical ground
motions in terms of MCER ground motions instead of design
ground motions.

To be consistent with the shape of the horizontal design
response spectrum, the vertical design response spectrum has
four regions defined by the vertical period of vibration (Tv).

Based on the study of Bozorgnia and Campbell (2004), the
periods that define these regions are approximately constant with
respect to the magnitude of the earthquake, the distance from
the earthquake, and the local site conditions. In this respect, the
shape of the vertical response spectrum is simpler than that of the
horizontal response spectrum.

The equations that are used to define the design vertical
response spectrum are based on three observations made by
Bozorgnia and Campbell (2004):

1. The short-period part of the 5% damped vertical response
spectrum is controlled by the spectral acceleration at
Tv = 0.1 s;

2. The mid-period part of the vertical response spectrum is
controlled by a spectral acceleration that decays as the
inverse of the 0.75 power of the vertical period of vibration
(T−0.75

v ); and
3. The short-period part of the V/H spectral ratio is a function

of the local site conditions, the distance from the earth-
quake (for sites located within about 30 mi (60 km) of the
fault), and the earthquake magnitude (for soft sites).

ASCE 7 does not include seismic design maps for the vertical
spectral acceleration at Tv = 0.1 s and does not preserve any
information on the earthquake magnitudes or the source-to-site
distances that contribute to the horizontal spectral accelerations
that are mapped. Therefore, the general procedure recommended
by Bozorgnia and Campbell (2004) was modified to use only
those horizontal spectral accelerations that are available from the
seismic design maps, as follows:

1. Estimate the vertical spectral acceleration at Tv = 0.1 s
from the ratio of this spectral acceleration to the horizontal
spectral acceleration at T = 0.2 s for the Site Class B/C
boundary (i.e., the boundary between Site Classes B and C
νs = 2,500 ft/s (νs = 760 m/s), the reference site condition
for the 2008 U.S. Geological Survey National Seismic
Hazard Maps). For earthquakes and distances for which
the vertical spectrum might be of engineering interest
(magnitudes greater than 6.5 and distances less than 30 mi
(60 km), this ratio is approximately 0.8 for all site condi-
tions (Campbell and Bozorgnia 2003).

2. Estimate the horizontal spectral acceleration at T = 0.2 s
from the Next Generation Attenuation (NGA) relationship
of Campbell and Bozorgnia (2008) for magnitudes greater
than 6.5 and distances ranging between 1 and 30 mi (1 and
60 km) for the Site Class B/C boundary νs = 2,500 ft/s
(νs = 760 m/s). The relationship of Campbell and Bozorg-
nia (2008), rather than that of Campbell and Bozorgnia
(2003), was used for this purpose to be consistent with the
development of the 2008 U.S. Geological Survey National
Seismic Hazard Maps, which use the NGA attenuation
relationships to estimate horizontal ground motions in the
western United States. Similar results were found for the
other two NGA relationships that were used to develop the
seismic hazard and design maps (Boore and Atkinson 2008;
Chiou and Youngs 2008).

3. Use the dependence between the horizontal spectral accel-
eration at T = 0.2 s and source-site distance estimated in
Item 2 and the relationship between the V/H spectral ratio,
source-site distance, and local site conditions in Bozorgnia
and Campbell (2004) to derive a relationship between the
vertical spectral acceleration and the mapped MCER spec-
tral response acceleration parameter at short periods, SS.

4. Use the dependence between the vertical spectral accelera-
tion and the mapped MCER spectral response acceleration
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parameter at short periods, SS, in Item 3 to derive a vertical
coefficient, Cv, that when multiplied by 0.8 and the MCER
horizontal response acceleration at short periods, SMS,
results in an estimate of the design vertical spectral accel-
eration at Tv = 0.1 s.

The following description of the detailed procedure listed in
Section 11.9.2 refers to the illustrated MCER vertical response
spectrum in Fig. C11.9-1.
Vertical Periods Less Than or Equal to 0.025 s. Eq. (11.9-1)

defines that part of the MCER vertical response spectrum that is
controlled by the vertical peak ground acceleration. The 0.3
factor was approximated by dividing the 0.8 factor that represents
the ratio between the vertical spectral acceleration at Tv = 0.1 s
and the horizontal spectral acceleration at T = 0.2 s by 2.5, the
factor that represents the ratio between the MCER horizontal
spectral acceleration at T = 0.2 s, SMS, and the zero-period
acceleration used in the development of the MCER horizontal
response spectrum. The vertical coefficient, Cv, in Table 11.9-1
accounts for the dependence of the vertical spectral acceleration
on the amplitude of the horizontal spectral acceleration and the
site dependence of the V/H spectral ratio as determined in Items
3 and 4 above. The factors are applied to SMS rather than to SS
because SMS already includes the effects of local site conditions.
Vertical Periods Greater Than 0.025 s and Less Than or

Equal to 0.05 s. Eq. (11.9-2) defines that part of the MCER
vertical response spectrum that represents the linear transition
from the part of the spectrum that is controlled by the vertical
peak ground acceleration and the part of the spectrum that is
controlled by the dynamically amplified short-period spectral
plateau. The factor of 20 is the factor that is required to make this
transition continuous and piecewise linear between these two
adjacent parts of the spectrum.
Vertical Periods Greater Than 0.05 s and Less Than or

Equal to 0.15 s. Eq. (11.9-3) defines that part of the MCER
vertical response spectrum that represents the dynamically am-
plified short-period spectral plateau.
Vertical Periods Greater Than 0.15 s and Less Than or

Equal to 2.0 s. Eq. (11.9-4) defines that part of the MCER
vertical response spectrum that decays with the inverse of the
vertical period of vibration raised to the 0.75 power.
Two limits are imposed on the MCER vertical response

spectrum defined by Eqs. (11.9-1) through (11.9-4) and

illustrated in Fig. C11.9-1. The first limit restricts the applicabil-
ity of the vertical response spectrum to a maximum vertical
period of vibration of 2 s. This limit accounts for the fact that
such large vertical periods are rare (structures are inherently stiff
in the vertical direction) and that the vertical spectrum might
decay differently with period at longer periods. There is an
allowance for developing a site-specific MCER vertical response
spectrum if this limit is exceeded (see Section 11.4 or Chapter 21
for guidance on applying site-specific methods). The second limit
restricts the MCER vertical response spectrum to be no less than
50% of the MCER horizontal response spectrum. This limit
accounts for the fact that a V/H spectral ratio of one-half
(1/2) is a reasonable, but somewhat conservative, lower bound
over the period range of interest, based on the results of Campbell
and Bozorgnia (2003) and Bozorgnia and Campbell (2004).
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CHAPTER C12

SEISMIC DESIGN REQUIREMENTS FOR BUILDING STRUCTURES

C12.1 STRUCTURAL DESIGN BASIS

The performance expectations for structures designed in accor-
dance with this standard are described in Sections C11.1 and
C11.5. Structures designed in accordance with the standard are
likely to have a low probability of collapse but may suffer serious
structural damage if subjected to the risk-targeted maximum
considered earthquake (MCER) or stronger ground motion.

Although the seismic requirements of the standard are stated in
terms of forces and loads, there are no external forces applied to
the structure during an earthquake as, for example, is the case
during a windstorm. The design forces are intended only as
approximations to generate internal forces suitable for propor-
tioning the strength and stiffness of structural elements and for
estimating the deformations (when multiplied by the deflection
amplification factor, Cd) that would occur in the same structure in
the event of design earthquake (not MCER) ground motion.

C12.1.1 Basic Requirements. Chapter 12 of the standard sets
forth a set of coordinated requirements that must be used together.
The basic steps in structural design of a building structure for
acceptable seismic performance are as follows:

1. Select gravity- and seismic force-resisting systems appro-
priate to the anticipated intensity of ground shaking.
Section 12.2 sets forth limitations depending on the Seis-
mic Design Category.

2. Configure these systems to produce a continuous, regular,
and redundant load path so that the structure acts as an
integral unit in responding to ground shaking. Section 12.3
addresses configuration and redundancy issues.

3. Analyze a mathematical model of the structure subjected to
lateral seismic motions and gravity forces. Sections 12.6
and 12.7 set forth requirements for the method of analysis
and for construction of the mathematical model.
Sections 12.5, 12.8, and 12.9 set forth requirements for
conducting a structural analysis to obtain internal forces
and displacements.

4. Proportion members and connections to have adequate
lateral and vertical strength and stiffness. Section 12.4
specifies how the effects of gravity and seismic loads are
to be combined to establish required strengths, and
Section 12.12 specifies deformation limits for the structure.

One- to three-story structures with shear wall or braced frame
systems of simple configuration may be eligible for design under
the simplified alternative procedure contained in Section 12.14.
Any other deviations from the requirements of Chapter 12 are
subject to approval by the authority having jurisdiction (AHJ)
and must be rigorously justified, as specified in Section 11.1.4.

The baseline seismic forces used for proportioning structural
elements (individual members, connections, and supports) are

static horizontal forces derived from an elastic response spectrum
procedure. A basic requirement is that horizontal motion can
come from any direction relative to the structure, with detailed
requirements for evaluating the response of the structure provid-
ed in Section 12.5. For most structures, the effect of vertical
ground motions is not analyzed explicitly; it is implicitly includ-
ed by adjusting the load factors (up and down) for permanent
dead loads, as specified in Section 12.4. Certain conditions
requiring more detailed analysis of vertical response are defined
in Chapters 13 and 15 for nonstructural components and non-
building structures, respectively.

The basic seismic analysis procedure uses response spectra
that are representative of, but substantially reduced from, the
anticipated ground motions. As a result, at the MCER level of
ground shaking, structural elements are expected to yield, buckle,
or otherwise behave inelastically. This approach has substantial
historical precedent. In past earthquakes, structures with appro-
priately ductile, regular, and continuous systems that were
designed using reduced design forces have performed accept-
ably. In the standard, such design forces are computed by
dividing the forces that would be generated in a structure
behaving elastically when subjected to the design earthquake
ground motion by the response modification coefficient, R, and
this design ground motion is taken as two-thirds of the MCER
ground motion.

The intent of R is to reduce the demand determined, assuming
that the structure remains elastic at the design earthquake, to
target the development of the first significant yield. This reduc-
tion accounts for the displacement ductility demand, Rd, required
by the system and the inherent overstrength, Ω, of the seismic
force-resisting system (SFRS) (Fig. C12.1-1). Significant yield is
the point where complete plastification of a critical region of the
SFRS first occurs (e.g., formation of the first plastic hinge in a
moment frame), and the stiffness of the SFRS to further increases
in lateral forces decreases as continued inelastic behavior spreads
within the SFRS. This approach is consistent with member-level
ultimate strength design practices. As such, first significant yield
should not be misinterpreted as the point where first yield occurs
in any member (e.g., 0.7 times the yield moment of a steel beam
or either initial cracking or initiation of yielding in a reinforcing
bar in a reinforced concrete beam or wall).

Fig. C12.1-1 shows the lateral force versus deformation rela-
tion for an archetypal moment frame used as an SFRS. First
significant yield is shown as the lowest plastic hinge on the
force–deformation diagram. Because of particular design rules
and limits, including material strengths in excess of nominal or
project-specific design requirements, structural elements are
stronger by some degree than the strength required by analysis.
The SFRS is therefore expected to reach first significant yield for
forces in excess of design forces. With increased lateral loading,
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additional plastic hinges form and the resistance increases at a
reduced rate (following the solid curve) until the maximum
strength is reached, representing a fully yielded system. The
maximum strength developed along the curve is substantially
higher than that at first significant yield, and this margin is
referred to as the system overstrength capacity. The ratio of
these strengths is denoted asΩ. Furthermore, the figure illustrates
the potential variation that can exist between the actual elastic
response of a system and that considered using the limits on the
fundamental period (assuming 100% mass participation in the
fundamental mode—see Section C12.8.6). Although not a con-
cern for strength design, this variation can have an effect on the
expected drifts.
The system overstrength described above is the direct result of

overstrength of the elements that form the SFRS and, to a lesser
extent, the lateral force distribution used to evaluate the inelastic
force–deformation curve. These two effects interact with applied
gravity loads to produce sequential plastic hinges, as illustrated in
the figure. This member overstrength is the consequence of
several sources. First, material overstrength (i.e., actual material
strengths higher than the nominal material strengths specified in
the design) may increase the member overstrength significantly.
For example, a recent survey shows that the mean yield strength
of ASTM A36 steel is about 30% to 40% higher than the
specified yield strength used in design calculations. Second,
member design strengths usually incorporate a strength reduction
or resistance factor, ϕ, to produce a low probability of failure
under design loading. It is common to not include this factor in
the member load-deformation relation when evaluating the seis-
mic response of a structure in a nonlinear structural analysis.
Third, designers can introduce additional strength by selecting
sections or specifying reinforcing patterns that exceed those
required by the computations. Similar situations occur where

prescriptive minimums of the standard, or of the referenced
design standards, control the design. Finally, the design of many
flexible structural systems (e.g., moment-resisting frames) can be
controlled by the drift rather than strength, with sections selected
to control lateral deformations rather than to provide the specified
strength.
The result is that structures typically have a much higher

lateral strength than that specified as the minimum by the
standard, and the first significant yielding of structures may
occur at lateral load levels that are 30% to 100% higher than
the prescribed design seismic forces. If provided with adequate
ductile detailing, redundancy, and regularity, full yielding of
structures may occur at load levels that are two to four times the
prescribed design force levels.
Most structural systems have some elements whose action

cannot provide reliable inelastic response or energy dissipation.
Similarly, some elements are required to remain essentially elastic
to maintain the structural integrity of the structure (e.g., columns
supporting a discontinuous SFRS). Such elements and actions
must be protected from undesirable behavior by considering that
the actual forces within the structure can be significantly larger
than those at first significant yield. The standard specifies an
overstrength factor, Ω0, to amplify the prescribed seismic forces
for use in design of such elements and for such actions. This
approach is a simplification to determining the maximum forces
that could be developed in a system and the distribution of these
forces within the structure. Thus, this specified overstrength factor
is neither an upper nor a lower bound; it is simply an approxima-
tion specified to provide a nominal degree of protection against
undesirable behavior.
The elastic deformations calculated under these reduced forces

(see Section C12.8.6) are multiplied by the deflection amplifica-
tion factor, Cd, to estimate the deformations likely to result from

FIGURE C12.1-1 Inelastic Force–Deformation Curve
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the design earthquake ground motion. This factor was first
introduced in ATC 3-06 (ATC 1978). For a vast majority of
systems, Cd is less than R, with a few notable exceptions, where
inelastic drift is strongly coupled with an increased risk of
collapse (e.g., reinforced concrete bearing walls). Research over
the past 30 years has illustrated that inelastic displacements may
be significantly greater than ΔE for many structures and less than
ΔE for others. Where Cd is substantially less than R, the system is
considered to have damping greater than the nominal 5% of
critical damping. As set forth in Section 12.12 and Chapter 13,
the amplified deformations are used to assess story drifts and to
determine seismic demands on elements of the structure that are
not part of the seismic force-resisting system and on nonstruc-
tural components within structures.

Fig. C12.1-1 illustrates the significance of seismic design
parameters contained in the standard, including the response
modification coefficient, R; the deflection amplification factor,
Cd; and the overstrength factor, Ω0. The values of these para-
meters, provided in Table 12.2-1, as well as the criteria for story
drift and P-delta effects, have been established considering the
characteristics of typical properly designed structures. The pro-
visions of the standard anticipate an SFRS with redundant
characteristics wherein significant system strength above the
level of first significant yield can be obtained by plastification
at other critical locations in the structure before the formation of a
collapse mechanism. If excessive “optimization” of a structural
design is performed with lateral resistance provided by only a
few elements, the successive yield hinge behavior depicted in
Fig. C12.1-1 is not able to form, the actual overstrength (Ω) is
small, and use of the seismic design parameters in the standard
may not provide the intended seismic performance.

The response modification coefficient, R, represents the ratio of
the forces that would develop under the specified ground motion
if the structure had an entirely linear-elastic response to the
prescribed design forces (Fig. C12.1-1). The structure must be
designed so that the level of significant yield exceeds the prescribed
design force. The ratio Rd, expressed as Rd =VE∕VS, where VE is
the elastic seismic force demand and VS is the prescribed seismic
force demand, is always larger than 1.0; thus, all structures are
designed for forces smaller than those the design ground motion
would produce in a structure with a completely linear-elastic
response. This reduction is possible for a number of reasons. As
the structure begins to yield and deform inelastically, the effective
period of response of the structure lengthens, which results in a
reduction in strength demand for most structures. Furthermore, the
inelastic action results in a significant amount of energy dissipation
(hysteretic damping) in addition to other sources of damping

present below significant yield. The combined effect, which is
known as the ductility reduction, explains why a properly designed
structure with a fully yielded strength (Vy in Fig. C12.1-1) that is
significantly lower than VE can be capable of providing satisfactory
performance under the design ground motion excitations.

The energy dissipation resulting from hysteretic behavior can
be measured as the area enclosed by the force–deformation curve
of the structure as it experiences several cycles of excitation.
Some structures have far more energy dissipation capacity than
others. The extent of energy dissipation capacity available
depends largely on the amount of stiffness and strength degrada-
tion the structure undergoes as it experiences repeated cycles of
inelastic deformation. Fig. C12.1-2 shows representative load
deformation curves for two simple substructures, such as a
beam–column assembly in a frame. Hysteretic curve (a) in the
figure represents the behavior of substructures that have been
detailed for ductile behavior. The substructure can maintain
almost all of its strength and stiffness over several large cycles
of inelastic deformation. The resulting force–deformation “loops”
are quite wide and open, resulting in a large amount of energy
dissipation. Hysteretic curve (b) represents the behavior of a
substructure that has much less energy dissipation than that for
the substructure (a) but has a greater change in response period.
The structural response is determined by a combination of energy
dissipation and period modification.

The principles of this section outline the conceptual intent
behind the seismic design parameters used by the standard.
However, these parameters are based largely on engineering
judgment of the various materials and performance of structural
systems in past earthquakes and cannot be directly computed
using the relationships presented in Fig. C12.1-1. The seismic
design parameters chosen for a specific project or system should
be chosen with care. For example, lower values should be used
for structures possessing a low degree of redundancy wherein all
the plastic hinges required for the formation of a mechanism may
be formed essentially simultaneously and at a force level close to
the specified design strength. This situation can result in consid-
erably more detrimental P-delta effects. Because it is difficult for
individual designers to judge the extent to which the value of R
should be adjusted based on the inherent redundancy of their
designs, Section 12.3.4 provides the redundancy factor, ρ, that is
typically determined by being based on the removal of individual
seismic force-resisting elements.

Higher order seismic analyses are permitted for any structure
and are required for some structures (see Section 12.6); lower
limits based on the equivalent lateral force procedure may,
however, still apply.

Force Force

Displacement Displacement

(a) Ductile hysteresis loops (b) Pinched hysteresis loops

FIGURE C12.1-2 Typical Hysteretic Curves
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C12.1.2 Member Design, Connection Design, and
Deformation Limit. Given that key elements of the seismic
force-resisting system are likely to yield in response to ground
motions, as discussed in Section C12.1.1, it might be expected that
structural connections would be required to develop the strength of
connected members. Although that is a logical procedure, it is not
a general requirement. The actual requirement varies by system
and generally is specified in the standards for design of the various
structural materials cited by reference in Chapter 14. Good seismic
design requires careful consideration of this issue.

C12.1.3 Continuous Load Path and Interconnection. In
effect, Section 12.1.3 calls for the seismic design to be complete
and in accordance with the principles of structural mechanics. The
loads must be transferred rationally from their point of origin to
the final point of resistance. This requirement should be obvious,
but it often is overlooked by those inexperienced in earthquake
engineering. Design consideration should be given to potentially
adverse effectswhere there is a lack of redundancy.Given themany
unknowns and uncertainties in the magnitude and characteristics of
earthquake loading, in the materials and systems of construction
for resisting earthquake loadings, and in the methods of analysis,
good earthquake engineering practice has been to provide as much
redundancy as possible in the seismic force-resisting system of
buildings. Redundancy plays an important role in determining the
ability of the building to resist earthquake forces. In a structural
system without redundant elements, every element must remain
operativetopreservetheintegrityof thebuildingstructure.However,
in a highly redundant system, one or more redundant elements may
fail and still leave a structural system that retains its integrity and can
continue to resist lateral forces, albeitwith diminished effectiveness.
Although a redundancy requirement is included in Sec-

tion 12.3.4, overall system redundancy can be improved by
making all joints of the vertical load-carrying frame moment
resisting and incorporating them into the seismic force-resisting
system. These multiple points of resistance can prevent a cata-
strophic collapse caused by distress or failure of a member or
joint. (The overstrength characteristics of this type of frame are
discussed in Section C12.1.1.)
The minimum connection forces are not intended to be applied

simultaneously to the entire seismic force-resisting system.

C12.1.4 Connection to Supports. The requirement is similar
to that given in Section 1.4 on connections to supports for general
structural integrity. See Section C1.4.

C12.1.5 Foundation Design. Most foundation design criteria
are still stated in terms of allowable stresses, and the forces
computed in the standard are all based on the strength level of
response.When developing strength-based criteria for foundations,
all the factors cited in Section 12.1.5 require careful consideration.
Section C12.13 provides specific guidance.

C12.1.6 Material Design and Detailing Requirements. The
design limit state for resistance to an earthquake is unlike that for
any other load within the scope of the standard. The earthquake
limit state is based on overall system performance, not member
performance, where repeated cycles of inelastic straining are
accepted as an energy-dissipating mechanism. Provisions that
modify customary requirements for proportioning and detailing
structural members and systems are provided to produce the
desired performance.

C12.2 STRUCTURAL SYSTEM SELECTION

C12.2.1 Selection and Limitations. For the purpose of seismic
analysis and design requirements, seismic force-resisting systems

are grouped into categories as shown in Table 12.2-1. These
categories are subdivided further for various types of vertical
elements used to resist seismic forces. In addition, the sections
for detailing requirements are specified.
Specification of response modification coefficients, R, requires

considerable judgment based on knowledge of actual earthquake
performance and research studies. The coefficients and factors in
Table 12.2-1 continue to be reviewed in light of recent research
results. The values of R for the various systems were selected
considering observed performance during past earthquakes, the
toughness (ability to dissipate energy without serious degrada-
tion) of the system, and the amount of damping typically present
in the system when it undergoes inelastic response. FEMA P-695
(2009b) has been developed with the purpose of establishing
and documenting a methodology for quantifying seismic force-
resisting system performance and response parameters for use in
seismic design. Whereas R is a key parameter being addressed,
related design parameters such as the overstrength factor,Ω0, and
the deflection amplification factor, Cd, also are addressed.
Collectively, these terms are referred to as “seismic design
coefficients (or factors).” Future systems are likely to derive
their seismic design coefficients (or factors) using this method-
ology, and existing system coefficients (or factors) also may be
reviewed in light of this new procedure.
Height limits have been specified in codes and standards for

more than 50 years. The structural system limitations and limits
on structural height, hn, specified in Table 12.2-1, evolved from
these initial limitations and were further modified by the collec-
tive expert judgment of the NEHRP Provisions Update Commit-
tee (PUC) and the ATC-3 project team (the forerunners of the
PUC). They have continued to evolve over the past 30 years
based on observations and testing, but the specific values are
based on subjective judgment.
In a bearing wall system, major load-carrying columns are

omitted and the walls carry a major portion of the gravity (dead
and live) loads. The walls supply in-plane lateral stiffness and
strength to resist wind and earthquake loads and other lateral
loads. In some cases, vertical trusses are used to augment
lateral stiffness. In general, lack of redundancy for support of
vertical and horizontal loads causes values of R to be lower for
this system compared with R values of other systems.
In a building frame system, gravity loads are carried primarily

by a frame supported on columns rather than by bearing walls.
Some portions of the gravity load may be carried on bearing
walls, but the amount carried should represent a relatively small
percentage of the floor or roof area. Lateral resistance is provided
by shear walls or braced frames. Light-framed walls with shear
panels are intended for use only with wood and steel building
frames. Although gravity load-resisting systems are not required
to provide lateral resistance, most of them do. To the extent that
the gravity load-resisting system provides additional lateral
resistance, it enhances the building’s seismic performance capa-
bility, so long as it is capable of resisting the resulting stresses
and undergoing the associated deformations.
In a moment-resisting frame system, moment-resisting con-

nections between the columns and beams provide lateral resis-
tance. In Table 12.2-1, such frames are classified as ordinary,
intermediate, or special. In high seismic design categories, the
anticipated ground motions are expected to produce large inelas-
tic demands, so special moment frames designed and detailed for
ductile response in accordance with Chapter 14 are required. In
low Seismic Design Categories, the inherent overstrength in
typical structural designs is such that the anticipated inelastic
demands are somewhat reduced, and less ductile systems may be
used safely. Because these less ductile ordinary framing systems
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do not possess as much toughness, lower values of R are
specified.

The values for R, Ω0, and Cd at the composite systems in
Table 12.2-1 are similar to those for comparable systems of
structural steel and reinforced concrete. Use of the tabulated
values is allowed only when the design and detailing require-
ments in Section 14.3 are followed.

In a dual system, a three-dimensional space frame made up of
columns and beams provides primary support for gravity loads.
Primary lateral resistance is supplied by shear walls or braced
frames, and secondary lateral resistance is provided by a moment
frame complying with the requirements of Chapter 14.

Where a beam–column frame or slab–column frame lacks
special detailing, it cannot act as an effective backup to a shear
wall subsystem, so there are no dual systems with ordinary
moment frames. Instead, Table 12.2-1 permits the use of a shear
wall–frame interactive system with ordinary reinforced concrete
moment frames and ordinary reinforced concrete shear walls.
Use of this defined system, which requires compliance with
Section 12.2.5.8, offers a significant advantage over a simple
combination of the two constituent ordinary reinforced concrete
systems. Where those systems are simply combined,
Section 12.2.3.3 would require use of seismic design parameters
for an ordinary reinforced concrete moment frame.

In a cantilevered column system, stability of mass at the top is
provided by one or more columns with base fixity acting as a
single-degree-of-freedom system.

Cantilever column systems are essentially a special class of
moment-resisting frame, except that they do not possess the
redundancy and overstrength that most moment-resisting frames
derive from sequential formation of yield or plastic hinges.
Where a typical moment-resisting frame must form multiple
plastic hinges in members to develop a yield mechanism, a
cantilever column system develops hinges only at the base of
the columns to form a mechanism. As a result, their overstrength
is limited to that provided by material overstrength and by design
conservatism.

It is permitted to construct cantilever column structures using
any of the systems that can be used to develop moment frames,
including ordinary and special steel; ordinary, intermediate, and
special concrete; and timber frames. The system limitations for
cantilever column systems reflect the type of moment frame
detailing provided but with a limit on structural height, hn, of
35 ft (10.7 m).

The value of R for cantilever column systems is derived from
moment-resisting frame values where R is divided by Ω0 but is
not taken as less than 1 or greater than 2 1/2. This range accounts
for the lack of sequential yielding in such systems. Cd is taken as
equal to R, recognizing that damping is quite low in these
systems and inelastic displacement of these systems is not less
than the elastic displacement.

C12.2.1.1 Alternative Structural Systems. Historically, this
standard has permitted the use of alternative seismic force-
resisting systems subject to satisfactory demonstration that the
proposed systems’ lateral force resistance and energy dissipation
capacity is equivalent to structural systems listed in Table 12.2-1,
for equivalent values of the response modification coefficient, R,
overstrength factor, Ω0, and deflection amplification coefficient,
Cd. These design factors were established based on limited
analytical and laboratory data and the engineering judgment
of the developers of the standard.

Under funding from the Federal Emergency Management
Agency, the Applied Technology Council developed a rational
methodology for validation of design criteria for seismic

force-resisting systems under its ATC-63 project. Published as
FEMA P-695 (2009b), this methodology recognizes that the
fundamental goal of seismic design rules contained in the
standard is to limit collapse probability to acceptable levels. The
FEMA P-695 methodology uses nonlinear response history
analysis to predict an adjusted collapse margin ratio (ACMR)
for a suite of archetypical structures designed in accordance with
a proposed set of system-specific design criteria and subjected to
a standard series of ground motion accelerograms. The suite of
archetypical structures is intended to represent the typical types
and sizes of structures that are likely to incorporate the system.
The ACMR relates to the conditional probability of collapse
given MCER shaking and considers uncertainties associated with
the record-to-record variability of ground motions, the quality of
the design procedure, the comprehensiveness and quality of the
laboratory data upon which the analytical modeling is based; and
uncertainties associated with the analytical modeling. Subse-
quent studies have been used to benchmark this methodology
against selected systems contained in Table 12.2-1 and have
demonstrated that the methodology provides rational results
consistent with past engineering judgment for many systems.
The FEMA P-695 methodology is therefore deemed to constitute
the preferred procedure for demonstrating adequate collapse
resistance for new structural systems not currently contained in
Table 12.2-1.

Under the FEMA P-695 methodology, the archetypes used to
evaluate seismic force-resisting systems are designed using the
criteria for Risk Category II structures and are evaluated to
demonstrate that the conditional probability of collapse of such
structures conforms to the 10% probability of collapse goal stated
in this section and also described in Section C1.3.1 of the
commentary to this standard. It is assumed that application of
the seismic importance factors and more restrictive drift limits
associated with the design requirements for structures assigned to
Risk Categories III and IV will provide such structures with the
improved resistance to collapse described in Section C1.3.1 for
those Risk Categories.

In addition to providing a basis for establishment of design
criteria for structural systems that can be used for design of a
wide range of structures, the FEMA P-695 methodology also
contains a building-specific methodology intended for applica-
tion to individual structures. The rigor associated with applica-
tion of the FEMA P-695 methodology may not be appropriate to
the design of individual structures that conform with limited and
clearly defined exceptions to the criteria contained in the standard
for a defined structural system. Nothing contained in this section
is intended to require the use of FEMA P-695 or similar
methodologies for such cases.

C12.2.1.2 Elements of Seismic Force-Resisting Systems. This
standard and its referenced standards specify design and detailing
criteria for members and their connections (elements) of seismic
force-resisting systems defined in Table 12.2-1. Substitute elements
replace portions of the defined seismic force-resisting systems.
Examples include proprietary products made up of special steel
moment-resisting connections or proprietary shear walls for
use in light-frame construction. Requirements for qualification
of substitute elements of seismic force-resisting systems are
intended to ensure equivalent seismic performance of the element
and the system as a whole. The evaluation of suitability for
substitution is based on comparison of key performance
parameters of the code-defined (conforming) element and the
substitute element.

FEMA P-795, Quantification of Building Seismic Performance
Factors: Component Equivalency Methodology (2011) is an
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acceptable methodology to demonstrate equivalence of substitute
elements and their connections and provides methods for com-
ponent testing, calculation of parameter statistics from test
data, and acceptance criteria for evaluating equivalency. Key
performance parameters include strength ratio, stiffness ratio,
deformation capacity, and cyclic strength and stiffness
characteristics.
Section 12.2.1.2, item f, requires independent design review as

a condition of approval of the use of substitute elements. It is not
the intent that design review be provided for every project that
incorporates a substitute component, but rather that such review
would be performed one time, as part of the general qualification
of such substitute components. When used on individual pro-
jects, evidence of such review could include an evaluation
service report or review letter indicating the conditions under
which use of the substitute component is acceptable.

C12.2.2 Combinations of Framing Systems in Different
Directions. Different seismic force-resisting systems can be
used along each of the two orthogonal axes of the structure,
as long as the respective values of R, Ω0, and Cd are used.
Depending on the combination selected, it is possible that one of
the two systems may limit the extent of the overall system with
regard to structural system limitations or structural height, hn; the
more restrictive of these would govern.

C12.2.3 Combinations of Framing Systems in the Same
Direction. The intent of the provision requiring use of the
most stringent seismic design parameters (R, Ω0, and Cd) is to
prevent mixed seismic force-resisting systems that could
concentrate inelastic behavior in the lower stories.

C12.2.3.1 R, Cd, and Ω0 Values for Vertical Combinations.
This section expands upon Section 12.2.3 by specifying the
requirements specific to the cases where (a) the value of R for
the lower seismic force-resisting system is lower than that for the
upper system, and (b) the value of R for the upper seismic force-
resisting system is lower than that for the lower system.
The two cases are intended to account for all possibilities of

vertical combinations of seismic force-resisting systems in the
same direction. For a structure with a vertical combination of
three or more seismic force-resisting systems in the same direc-
tion, Section 12.2.3.1 must be applied to the adjoining pairs of
systems until the vertical combinations meet the requirements
therein.
There are also exceptions to these requirements for conditions

that do not affect the dynamic characteristics of the structure or
that do not result in concentration of inelastic demand in critical
areas.

C12.2.3.2 Two-Stage Analysis Procedure. A two-stage
equivalent lateral force procedure is permitted where the
lower portion of the structure has a minimum of 10 times the
stiffness of the upper portion of the structure. In addition, the
period of the entire structure is not permitted to be greater than
1.1 times the period of the upper portion considered as a separate
structure supported at the transition from the upper to the lower
portion. An example would be a concrete podium under a wood-
or steel-framed upper portion of a structure. The upper portion
may be analyzed for seismic forces and drifts using the values of
R, Ω0, and Cd for the upper portion as a separate structure. The
seismic forces (e.g., shear and overturning) at the base of the
upper portion are applied to the top of the lower portion and
scaled up by the ratio of ðR∕ρÞupper to ðR∕ρÞlower. The lower
portion, which now includes the seismic forces from the upper
portion, may then be analyzed using the values of R, Ω0, and Cd
for the lower portion of the structure.

C12.2.3.3 R, Cd, and Ω0 Values for Horizontal
Combinations. For almost all conditions, the least value of R
of different seismic force-resisting systems in the same direction
must be used in design. This requirement reflects the expectation
that the entire system will undergo the same deformation with
its behavior controlled by the least ductile system. However,
for light-frame construction or flexible diaphragms meeting the
listed conditions, the value of R for each independent line of
resistance can be used. This exceptional condition is consistent
with light-frame construction that uses the ground for parking
with residential use above.

C12.2.4 Combination Framing Detailing Requirements. This
requirement is provided so that the seismic force-resisting system
with the highest value of R has the necessary ductile detailing
throughout. The intent is that details common to both systems be
designed to remain functional throughout the response to
earthquake load effects to preserve the integrity of the seismic
force-resisting system.

C12.2.5 System-Specific Requirements

C12.2.5.1 Dual System. The moment frame of a dual system
must be capable of resisting at least 25% of the design seismic
forces; this percentage is based on judgment. The purpose of the
25% frame is to provide a secondary seismic force-resisting
system with higher degrees of redundancy and ductility to
improve the ability of the building to support the service loads
(or at least the effect of gravity loads) after strong earthquake
shaking. The primary system (walls or bracing) acting together
with the moment frame must be capable of resisting all of the
design seismic forces. The following analyses are required for
dual systems:

1. The moment frame and shear walls or braced frames must
resist the design seismic forces, considering fully the force
and deformation interaction of the walls or braced frames
and the moment frames as a single system. This analysis
must be made in accordance with the principles of struc-
tural mechanics that consider the relative rigidities of the
elements and torsion in the system. Deformations imposed
upon members of the moment frame by their interaction
with the shear walls or braced frames must be considered in
this analysis.

2. The moment frame must be designed with sufficient
strength to resist at least 25% of the design seismic forces.

C12.2.5.2 Cantilever Column Systems. Cantilever column
systems are singled out for special consideration because of
their unique characteristics. These structures often have
limited redundancy and overstrength and concentrate inelastic
behavior at their bases. As a result, they have substantially less
energy dissipation capacity than other systems. A number of
apartment buildings incorporating this system experienced
severe damage and, in some cases, collapsed in the 1994
Northridge (California) earthquake. Because the ductility of
columns that have large axial stress is limited, cantilever
column systems may not be used where individual column
axial demands from seismic load effects exceed 15% of their
available axial strength, including slenderness effects.
Elements providing restraint at the base of cantilever columns

must be designed for seismic load effects, including overstrength,
so that the strength of the cantilever columns is developed.

C12.2.5.3 Inverted Pendulum-Type Structures. Inverted
pendulum-type structures do not have a unique entry in
Table 12.2-1 because they can be formed from many structural
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systems. Inverted pendulum-type structures have more than half
of their mass concentrated near the top (producing one degree of
freedom in horizontal translation) and rotational compatibility of
the mass with the column (producing vertical accelerations acting
in opposite directions). Dynamic response amplifies this rotation;
hence, the bending moment induced at the top of the column can
exceed that computed using the procedures of Section 12.8. The
requirement to design for a top moment that is one-half of the base
moment calculated in accordance with Section 12.8 is based on
analyses of inverted pendulums covering a wide range of practical
conditions.

C12.2.5.4 Increased Structural Height Limit for Steel
Eccentrically Braced Frames, Steel Special Concentrically
Braced Frames, Steel Buckling-Restrained Braced Frames,
Steel Special Plate Shear Walls, and Special Reinforced
Concrete Shear Walls. The first criterion for an increased
limit on structural height, hn, precludes extreme torsional
irregularity because premature failure of one of the shear
walls or braced frames could lead to excessive inelastic
torsional response. The second criterion, which is similar to
the redundancy requirements, is to limit the structural height
of systems that are too strongly dependent on any single line of
shear walls or braced frames. The inherent torsion resulting from
the distance between the center of mass and the center of rigidity
must be included, but accidental torsional effects are neglected
for ease of implementation.

C12.2.5.5 Special Moment Frames in Structures Assigned to
Seismic Design Categories D through F. Special moment
frames, either alone or as part of a dual system, are required
to be used in Seismic Design Categories D through F where the
structural height, hn, exceeds 160 ft (48.8 m) (or 240 ft [73.2 m])
for buildings that meet the provisions of Section 12.2.5.4) as
indicated in Table 12.2-1. In shorter buildings where special
moment frames are not required to be used, the special moment
frames may be discontinued and supported on less ductile
systems as long as the requirements of Section 12.2.3 for
framing system combinations are followed.

For the situation where special moment frames are required,
they should be continuous to the foundation. In cases where the
foundation is located below the building’s base, provisions for
discontinuing the moment frames can be made as long as the
seismic forces are properly accounted for and transferred to the
supporting structure.

C12.2.5.6 Steel Ordinary Moment Frames. Steel ordinary
moment frames (OMFs) are less ductile than steel special
moment frames; consequently, their use is prohibited in
structures assigned to Seismic Design Categories D, E, and F
(Table 12.2-1). Structures with steel OMFs, however, have
exhibited acceptable behavior in past earthquakes where the
structures were sufficiently limited in their structural height,
number of stories, and seismic mass. The provisions in the
standard reflect these observations. The exception is discussed
separately below. Table C12.2-1 summarizes the provisions.

C12.2.5.6.1 Seismic Design Category D or E. Single-story steel
OMFs are permitted, provided that (a) the structural height, hn, is
a maximum of 65 ft (20 m), (b) the dead load supported by and
tributary to the roof is a maximum of 20 lb∕ft2 (0.96 kN∕m2),
and (c) the dead load of the exterior walls more than 35 ft
(10.6 m) above the seismic base tributary to the moment frames is
a maximum of 20 lb∕ft2 (0.96 kN∕m2).

In structures of light-frame construction, multistory steel
OMFs are permitted, provided that (a) the structural height,
hn, is a maximum of 35 ft (10.6 m), (b) the dead load of the

roof and each floor above the seismic base supported by and
tributary to the moment frames are each a maximum of 35 lb∕ft2
(1.68 kN∕m2), and (c) the dead load of the exterior walls
tributary to the moment frames is a maximum of 20 lb∕ft2
(0.96 kN∕m2).

EXCEPTION: Industrial structures, such as aircraft mainte-
nance hangars and assembly buildings, with steel OMFs have
performed well in past earthquakes with strong ground motions
(EQE Inc. 1983, 1985, 1986a, 1986b, 1986c, and 1987); the
exception permits single-story steel OMFs to be unlimited in
height provided that (a) the structure is limited to the enclosure of
equipment or machinery; (b) its occupants are limited to main-
taining and monitoring the equipment, machinery, and their
associated processes; (c) the sum of the dead load and equipment
loads supported by and tributary to the roof is a maximum of
20 lb∕ft2 (0.96 kN∕m2); and (d) the dead load of the exterior
wall system, including exterior columns more than 35 ft (10.6 m)
above the seismic base is a maximum of 20 lb∕ft2 (0.96 kN∕m2).
Though the latter two load limits (Items C and D) are similar to
those described in this section, there are meaningful differences.

The exception further recognizes that these facilities often
require large equipment or machinery, and associated systems,
not supported by or considered tributary to the roof, that support
the intended operational functions of the structure, such as top
running bridge cranes, jib cranes, and liquid storage containment
and distribution systems. To limit the seismic interaction between
the seismic force-resisting systems and these components, the
exception requires the weight of equipment or machinery that is
not self-supporting (i.e., not freestanding) for all loads (e.g., dead,
live, or seismic) to be included when determining compliance
with the roof or exterior wall load limits. This equivalent
equipment load shall be in addition to the loads listed above.

To determine the equivalent equipment load, the exception
requires the weight to be considered fully (100%) tributary to an
area not exceeding 600 ft2 (55.8 m2). This limiting area can be
taken either to an adjacent exterior wall for cases where the
weight is supported by an exterior column (which may also span
to the first interior column) or to the adjacent roof for cases where
the weight is supported entirely by an interior column or col-
umns, but not both; nor can a fraction of the weight be allocated
to each zone. Equipment loads within overlapping tributary areas
should be combined in the same limiting area. Other provisions
in the standard, as well as in past editions, require satisfying wall
load limits tributary to the moment frame, but this requirement is
not included in the exception in that it is based on a component-
level approach that does not consider the interaction between
systems in the structure. As such, the limiting area is considered
to be a reasonable approximation of the tributary area of a
moment frame segment for the purpose of this conversion.
Although this weight allocation procedure may not represent an
accurate physical distribution, it is considered to be a reasonable
method for verifying compliance with the specified load limits to
limit seismic interactions. The engineer must still be attentive to
actual mass distributions when computing seismic loads. Further
information is discussed in Section C11.1.3.

C12.2.5.6.2 Seismic Design Category F. Single-story steel
OMFs are permitted, provided that they meet conditions (a) and
(b) described in Section C12.2.5.6.1 for single-story frames and
(c) the dead load of the exterior walls tributary to the moment
frames is a maximum of 20 lb∕ft2 (0.96 kN∕m2).
C12.2.5.7 Steel Intermediate Moment Frames. Steel inter-
mediate moment frames (IMFs) are more ductile than
steel ordinary moment frames (OMFs) but less ductile than steel
special moment frames; consequently, restrictions are placed
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on their use in structures assigned to Seismic Design Category D
and their use is prohibited in structures assigned to Seismic
Design Categories E and F (Table 12.2-1). As with steel
OMFs, steel IMFs have also exhibited acceptable behavior in
past earthquakes where the structures were sufficiently limited in
their structural height, number of stories, and seismic mass. The
provisions in the standard reflect these observations. The
exceptions are discussed separately (following). Table C12.2-1
summarizes the provisions.

C12.2.5.7.1 Seismic Design Category D. Single-story steel
IMFs are permitted without limitations on dead load of the roof
and exterior walls, provided that the structural height, hn, is a
maximum of 35 ft (10.6 m). An increase to 65 ft (20 m) is
permitted for hn, provided that (a) the dead load supported by and
tributary to the roof is a maximum of 20 lb∕ft2 (0.96 kN∕m2),
and (b) the dead load of the exterior walls more than 35 ft
(10.6 m) above the seismic base tributary to the moment frames is
a maximum of 20 lb∕ft2 (0.96 kN∕m2).
The exception permits single-story steel IMFs to be unlimited

in height, provided that they meet all of the conditions described
in the exception to Section C12.2.5.6.1 for the same structures.

C12.2.5.7.2 Seismic Design Category E. Single-story steel
IMFs are permitted, provided that they meet all of the conditions
described in Section C12.2.5.6.1 for single-story OMFs.
The exception permits single-story steel IMFs to be unlimited

in height, provided that they meet all of the conditions described
in Section C12.2.5.6.1 for the same structures.
Multistory steel IMFs are permitted, provided that they meet

all of the conditions described in Section C12.2.5.6.1 for multi-
story OMFs, except that the structure is not required to be of
light-frame construction.

C12.2.5.7.3 Seismic Design Category F. Single-story steel
IMFs are permitted, provided that (a) the structural height, hn,
is a maximum of 65 ft (20 m), (b) the dead load supported by and
tributary to the roof is a maximum of 20 lb∕ft2 (0.96 kN∕m2),
and (c) the dead load of the exterior walls tributary to the moment
frames is a maximum of 20 lb∕ft2 (0.96 kN∕m2).
Multistory steel IMFs are permitted, provided that they meet all

of the conditions described in the exception to Section C12.2.5.6.1
for multistory OMFs in structures of light-frame construction.

C12.2.5.8 Shear Wall–Frame Interactive Systems. For
structures assigned to Seismic Design Category A or B (where
seismic hazard is low), it is usual practice to design shear walls
and frames of a shear wall–frame structure to resist lateral forces
in proportion to their relative rigidities, considering interaction
between the two subsystems at all levels. As discussed in
Section C12.2.1, this typical approach would require use of
a lower response modification coefficient, R, than that defined
for shear wall–frame interactive systems. Where the special
requirements of this section are satisfied, more reliable per-
formance is expected, justifying a higher value of R.

C12.3 DIAPHRAGM FLEXIBILITY, CONFIGURATION
IRREGULARITIES, AND REDUNDANCY

C12.3.1 Diaphragm Flexibility. Most seismic force-resisting
systems have two distinct parts: the horizontal system, which
distributes lateral forces to the vertical elements and the vertical
system, which transmits lateral forces between the floor levels
and the base of the structure.
The horizontal system may consist of diaphragms or a hori-

zontal bracing system. For the majority of buildings, diaphragms
offer the most economical and positive method of resisting and
distributing seismic forces in the horizontal plane. Typically,
diaphragms consist of a metal deck (with or without concrete),
concrete slabs, and wood sheathing and/or decking. Although
most diaphragms are flat, consisting of the floors of buildings,
they also may be inclined, curved, warped, or folded configura-
tions, and most diaphragms have openings.
The diaphragm stiffness relative to the stiffness of the support-

ing vertical seismic force-resisting system ranges from flexible to
rigid and is important to define. Provisions defining diaphragm
flexibility are given in Sections 12.3.1.1 through 12.3.1.3. If a
diaphragm cannot be idealized as either flexible or rigid, explicit
consideration of its stiffness must be included in the analysis.
The diaphragms in most buildings braced by wood light-frame

shear walls are semirigid. Because semirigid diaphragm modeling
is beyond the capability of available software for wood light-
frame buildings, it is anticipated that this requirement will be met
by evaluating force distribution using both rigid and flexible
diaphragmmodels and taking the worse case of the two. Although

Table C12.2-1 Summary of Conditions for OMFs and IMFs in Structures Assigned to Seismic Design Category D, E, or F
(Refer to the Standard for Additional Requirements)

Section Frame SDC
Max. Number

Stories
Light-Frame
Construction Max. hn ft

Max. roof/floor
DL (lb∕ft2)

Exterior Wall DL

Max. (lb∕ft2)
Walla

Height (ft)

12.2.5.6.1(a) OMF D, E 1 NA 65 20 20 35
12.2.5.6.1(a)-Exc OMF D, E 1 NA NL 20 20 35
12.2.5.6.1(b) OMF D, E NL Required 35 35 20 0
12.2.5.6.2 OMF F 1 NA 65 20 20 0
12.2.5.7.1(a) IMF D 1 NA 65 20 20 35
12.2.5.7.1(a)-Exc IMF D 1 NA NL 20 20 35
12.2.5.7.1(b) IMF D NL NA 35 NL NL NA
12.2.5.7.2(a) IMF E 1 NA 65 20 20 35
12.2.5.7.2(a)-Exc IMF E 1 NA NL 20 20 35
12.2.5.7.2(b) IMF E NL NA 35 35 20 0
12.2.5.7.3(a) IMF F 1 NA 65 20 20 0
12.2.5.7.3(b) IMF F NL Required 35 35 20 0

Note: NL means No Limit; NA means Not Applicable. For metric units, use 20 m for 65 ft and use 10.6 m for 35 ft. For 20 lb/ft2, use 0.96 kN∕m2 and for 30 lb/ft2,
use 1.68 kN∕m2.
aApplies to portion of wall above listed wall height.
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this procedure is in conflict with common design practice, which
typically includes only flexible diaphragm force distribution for
wood light-frame buildings, it is one method of capturing the
effect of the diaphragm stiffness.

C12.3.1.1 Flexible Diaphragm Condition. Section 12.3.1.1
defines broad categories of diaphragms that may be idealized
as flexible, regardless of whether the diaphragm meets the
calculated conditions of Section 12.3.1.3. These categories
include the following:

a. Construction with relatively stiff vertical framing elements,
such as steel-braced frames and concrete or masonry shear
walls;

b. One- and two-family dwellings; and
c. Light-frame construction (e.g., construction consisting of

light-frame walls and diaphragms) with or without non-
structural toppings of limited stiffness.

For item c above, compliance with story drift limits along each
line of shear walls is intended as an indicator that the shear walls
are substantial enough to share load on a tributary area basis and
not require torsional force redistribution.

C12.3.1.2 Rigid Diaphragm Condition. Span-to-depth ratio
limits are included in the deemed-to-comply condition as an
indirectmeasure of theflexural contribution to diaphragmstiffness.

C12.3.1.3 Calculated Flexible Diaphragm Condition. A
diaphragm is permitted to be idealized as flexible if the
calculated diaphragm deflection (typically at midspan)
between supports (lines of vertical elements) is greater than
two times the average story drift of the vertical lateral force-
resisting elements located at the supports of the diaphragm span.

Fig. 12.3-1 depicts a distributed load, conveying the intent that the
tributary lateral load be used to compute δMDD, consistent with
the Section 11.3 symbols. A diaphragm opening is illustrated, and
the shorter arrows in the portion of the diaphragm with the opening
indicate lower load intensitybecauseof lower tributary seismicmass.

C12.3.2 Irregular and Regular Classification. The
configuration of a structure can significantly affect its
performance during a strong earthquake that produces the ground
motion contemplated in the standard. Structural configuration can be
divided into two aspects: horizontal and vertical. Most seismic
design provisions were derived for buildings that have regular
configurations, but earthquakes have shown repeatedly that
buildings that have irregular configurations suffer greater damage.
This situation prevails even with good design and construction.

There are several reasons for the poor behavior of irregular
structures. In a regular structure, the inelastic response, including
energy dissipation and damage, produced by strong ground
shaking tends to be well distributed throughout the structure.
However, in irregular structures, inelastic behavior can be con-
centrated by irregularities and can result in rapid failure of
structural elements in these areas. In addition, some irregularities
introduce unanticipated demands into the structure, which
designers frequently overlook when detailing the structural
system. Finally, the elastic analysis methods typically used in
the design of structures often cannot predict the distribution of
earthquake demands in an irregular structure very well, leading to
inadequate design in the areas associated with the irregularity.
For these reasons, the standard encourages regular structural
configurations and prohibits gross irregularity in buildings locat-
ed on sites close to major active faults, where very strong ground
motion and extreme inelastic demands are anticipated. The
termination of seismic force-resisting elements at the foundation,
however, is not considered to be a discontinuity.

C12.3.2.1 Horizontal Irregularity. A building may have a
symmetric geometric shape without reentrant corners or wings
but still be classified as irregular in plan because of its distribution
of mass or vertical seismic force-resisting elements. Torsional
effects in earthquakes can occur even where the centers of mass
and rigidity coincide. For example, ground motion waves acting
on a skew with respect to the building axis can cause torsion.
Cracking or yielding in an asymmetric fashion also can cause
torsion. These effects also can magnify the torsion caused by
eccentricity between the centers of mass and rigidity. Torsional
structural irregularities (Types 1a and 1b) are defined to address
this concern.

A square or rectangular building with minor reentrant corners
would still be considered regular, but large reentrant corners
creating a crucifix form would produce an irregular structural
configuration (Type 2). The response of the wings of this type of
building generally differs from the response of the building as a
whole, and this difference produces higher local forces than
would be determined by application of the standard without
modification. Other winged plan configurations (e.g., H-shapes)
are classified as irregular even if they are symmetric because of
the response of the wings.

Significant differences in stiffness between portions of a
diaphragm at a level are classified as Type 3 structural irregular-
ities because they may cause a change in the distribution of
seismic forces to the vertical components and may create tor-
sional forces not accounted for in the distribution normally
considered for a regular building.

Where there are discontinuities in the path of lateral force
resistance, the structure cannot be considered regular. The most
critical discontinuity defined is the out-of-plane offset of vertical
elements of the seismic force-resisting system (Type 4). Such
offsets impose vertical and lateral load effects on horizontal
elements that are difficult to provide for adequately.

Where vertical lateral force-resisting elements are not parallel
to the major orthogonal axes of the seismic force-resisting
system, the equivalent lateral force procedure of the standard
cannot be applied appropriately, so the structure is considered to
have an irregular structural configuration (Type 5).

Fig. C12.3-1 illustrates horizontal structural irregularities.

C12.3.2.2 Vertical Irregularity. Vertical irregularities in
structural configuration affect the responses at various levels
and induce loads at these levels that differ significantly from the
distribution assumed in the equivalent lateral force procedure
given in Section 12.8.

A moment-resisting frame building might be classified as
having a soft story irregularity (Type 1) if one story is much
taller than the adjoining stories and the design did not compen-
sate for the resulting decrease in stiffness that normally would
occur.

A building is classified as having a weight (mass) irregularity
(Type 2) where the ratio of mass to stiffness in adjacent stories
differs significantly.This difference typically occurswhere a heavy
mass (e.g., an interstitial mechanical floor) is placed at one level.

A vertical geometric irregularity (Type 3) applies regardless of
whether the larger dimension is above or below the smaller one.

Vertical lateral force-resisting elements at adjoining stories
that are offset from each other in the vertical plane of the
elements and impose overturning demands on supporting struc-
tural elements, such as beams, columns, trusses, walls, or slabs,
are classified as in-plane discontinuity irregularities (Type 4).

Buildings with a weak-story irregularity (Type 5) tend to
develop all of their inelastic behavior and consequent damage
at the weak story, possibly leading to collapse.
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Fig. C12.3-2 illustrates examples of vertical structural
irregularities.

C12.3.3 Limitations and Additional Requirements for
Systems with Structural Irregularities

C12.3.3.1 Prohibited Horizontal and Vertical Irregularities
for Seismic Design Categories D through F. The prohibitions
and limits caused by structural irregularities in this section stem
from poor performance in past earthquakes and the potential to
concentrate large inelastic demands in certain portions of the
structure. Even where such irregularities are permitted, they
should be avoided whenever possible in all structures.

C12.3.3.2 Extreme Weak Stories. Because extreme weak
story irregularities are prohibited in Section 12.3.3.1 for
buildings located in Seismic Design Categories D, E, and F,
the limitations and exceptions in this section apply only to
buildings assigned to Seismic Design Category B or C. Weak
stories of structures assigned to Seismic Design Category B or C
that are designed for seismic load effects including overstrength
are exempted because reliable inelastic response is expected.

C12.3.3.3 Elements Supporting Discontinuous Walls or
Frames. The purpose of requiring elements (e.g., beams,
columns, trusses, slabs, and walls) that support discontinuous
walls or frames to be designed to resist seismic load effects
including overstrength is to protect the gravity load-carrying
system against possible overloads caused by overstrength of the

seismic force-resisting system. Either columns or beams may be
subject to such failure; therefore, both should include this design
requirement. Beams may be subject to failure caused by overloads
in either the downward or upward directions of force. Examples
include reinforced concrete beams, the weaker top laminations of
glued laminated beams, or unbraced flanges of steel beams or
trusses. Hence, the provision has not been limited simply to
downward force, but instead to the larger context of “vertical
load.” Additionally, walls that support isolated point loads from
frame columns or discontinuous perpendicular walls or walls
with significant vertical offsets, as shown in Figs. C12.3-3 and
C12.3-4, can be subject to the same type of failure caused by
overload.
The connection between the discontinuous element and the

supporting member must be adequate to transmit the forces
required for the design of the discontinuous element. For example,
where the discontinuous element is required to comply with the
seismic load effects, including overstrength in Section 12.4.3, as is
the case for a steel column in a braced frame or amoment frame, its
connection to the supporting member is required to be designed to
transmit the same forces. These same seismic load effects are not
required for shear walls, and thus, the connection between the
shear wall and the supporting member would only need to be
designed to transmit the loads associated with the shear wall.
For wood light-frame shear wall construction, the final sen-

tence of Section 12.3.3.3 results in the shear and overturning
connections at the base of a discontinued shear wall (i.e., shear
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FIGURE C12.3-1 Horizontal Structural Irregularity Examples
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fasteners and tie-downs) being designed using the load combina-
tions of Section 2.3 or 2.4 rather than the load combinations with
overstrength of Section 12.4.3 (Fig. C12.3-5). The intent of the
first sentence of Section 12.3.3.3 is to protect the system provid-
ing resistance to forces transferred from the shear wall by
designing the system for seismic load effects including over-
strength; strengthening of the shear wall anchorage to this system
is not required to meet this intent.

C12.3.3.4 Increase in Forces Caused by Irregularities for
Seismic Design Categories D through F. The listed
irregularities may result in loads that are distributed differently
than those assumed in the equivalent lateral force procedure of
Section 12.8, especially as related to the interconnection of the
diaphragm with vertical elements of the seismic force-resisting
system. The 25% increase in force is intended to account for this
difference. Where the force is calculated using the seismic load
effects including overstrength, no further increase is warranted.

C12.3.4 Redundancy. The standard introduces a revised
redundancy factor, ρ, for structures assigned to Seismic Design
CategoryD, E, or F to quantify redundancy. The value of this factor
is either 1.0 or1.3.This factor has the effect of reducing the response
modification coefficient, R, for less redundant structures, thereby

increasing the seismic demand. The factor is specified in
recognition of the need to address the issue of redundancy in the
design.
The desirability of redundancy, or multiple lateral force-resist-

ing load paths, has long been recognized. The redundancy
provisions of this section reflect the belief that an excessive loss
of story shear strength or development of an extreme torsional
irregularity (Type 1b) may lead to structural failure. The value of
ρ determined for each direction may differ.

C12.3.4.1 Conditions Where Value of ρ is 1.0. This section
provides a convenient list of conditions where ρ is 1.0.

C12.3.4.2 Redundancy Factor, ρ, for Seismic Design Categ-
ories D through F. There are two approaches to establishing a
redundancy factor, ρ, of 1.0. Where neither condition is satisfied,
ρ is taken as equal to 1.3. It is permitted to take ρ equal to 1.3
without checking either condition. A reduction in the value of ρ
from 1.3 is not permitted for structures assigned to Seismic
Design Category D that have an extreme torsional irregularity
(Type 1b). Seismic Design Categories E and F are not also
specified because extreme torsional irregularities are prohibited
(see Section 12.3.3.1).
The first approach is a check of the elements outlined in

Table 12.3-3 for cases where the seismic design story shear exceeds
35% of the base shear. Parametric studies (conducted by Building
Seismic Safety Council Technical Subcommittee 2 but unpub-
lished) were used to select the 35% value. Those studies indicated
that storieswith story shears of at least 35%of the base shear include
all stories of low-rise buildings (buildings up to five to six stories)
and about 87%of the stories of tall buildings. The intent of this limit
is to excludepenthousesofmostbuildings and theuppermost stories
of tall buildings from the redundancy requirements.
This approach requires the removal (or loss of moment resis-

tance) of an individual lateral force-resisting element to determine
its effect on the remaining structure. If the removal of elements,
one by one, does not result in more than a 33% reduction in story
strength or an extreme torsional irregularity, ρmay be taken as 1.0.
For this evaluation, the determination of story strength requires an
in-depth calculation. The intent of the check is to use a simple
measure (elastic or plastic) to determine whether an individual
member has a significant effect on the overall system. If the
original structure has an extreme torsional irregularity to begin
with, the resulting ρ is 1.3. Fig. C12.3-6 presents a flowchart for
implementing the redundancy requirements.
As indicated in Table 12.3-3, braced frame, moment frame,

shear wall, and cantilever column systems must conform to
redundancy requirements. Dual systems also are included but,
in most cases, are inherently redundant. Shear walls or wall piers
with a height-to-length aspect ratio greater than 1.0 within any
story have been included; however, the required design of
collector elements and their connections for Ω0 times the design
force may address the key issues. To satisfy the collector force
requirements, a reasonable number of shear walls usually is
required. Regardless, shear wall systems are addressed in this
section so that either an adequate number of wall elements is
included or the proper redundancy factor is applied. For wall
piers, the height is taken as the height of the adjacent opening and
generally is less than the story height.
The second approach is a deemed-to-comply condition where-

in the structure is regular and has a specified arrangement of
seismic force-resisting elements to qualify for a ρ of 1.0. As part
of the parametric study, simplified braced frame and moment
frame systems were investigated to determine their sensitivity to
the analytical redundancy criteria. This simple deemed-to-com-
ply condition is consistent with the results of the study.

FIGURE C12.3-4 Vertical In-Plane-Discontinuity Irregularity from
Walls with Significant Offsets (Type 4)

FIGURE C12.3-5 Discontinued Wood Light-Frame Shear Wall
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C12.4 SEISMIC LOAD EFFECTS AND
COMBINATIONS

C12.4.1 Applicability. Structural elements designated by the
engineer as part of the seismic force-resisting system typically
are designed directly for seismic load effects. None of the seismic
forces associated with the design base shear are formally assigned
to structural elements that are not designated as part of the seismic
force-resisting system, but such elements must be designed using

the load conditions of Section 12.4 and must accommodate the
deformations resulting from application of seismic loads.

C12.4.2 Seismic Load Effect. The seismic load effect includes
horizontal and vertical components. The horizontal seismic load
effects,Eh, are caused by the response of the structure to horizontal
seismic ground motions, whereas the vertical seismic load effects
are caused by the response of the structure to vertical seismic
ground motions. The basic load combinations in Chapter 2 were

FIGURE C12.3-6 Calculation of the Redundancy Factor, ρ
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duplicated and reformulated in Section 12.4 to clarify the intent of
the provisions for the vertical seismic load effect term, Ev.
The concept of using an equivalent static load coefficient

applied to the dead load to represent vertical seismic load effects
was first introduced in ATC 3-06 (1978), where it was defined as
simply �0.2D. The load combinations where the vertical seismic
load coefficient was to be applied assumed strength design load
combinations. Neither ATC 3-06 (1978) nor the early versions of
the NEHRP provisions (FEMA 2009a) clearly explained how the
values of 0.2 were determined, but it is reasonable to assume that
it was based on the judgment of the writers of those documents. It
is accepted by the writers of this standard that vertical ground
motions do occur and that the value of �0.2SDS was determined
based on consensus judgment. Many issues enter into the devel-
opment of the vertical coefficient, including phasing of vertical
ground motion and appropriate R factors, which make determi-
nation of a more precise value difficult. Although no specific
rationale or logic is provided in editions of the NEHRP provi-
sions (FEMA 2009a) on how the value of 0.2SDS was deter-
mined, one possible way to rationalize the selection of the 0.2SDS
value is to recognize that it is equivalent to ð2∕3Þð0.3ÞSDS, where
the 2/3 factor represents the often-assumed ratio between the
vertical and horizontal components of motion, and the 0.3 factor
represents the 30% in the 100% to 30% orthogonal load combi-
nation rule used for horizontal motions.
For situations where the vertical component of ground motion

is explicitly included in design analysis, the vertical ground
motion spectra definition that is provided in Section 11.9 should
be used. Following the rationale described above, the alternate
vertical ground motion component determined in Section 11.9,
Sav, is combined with the horizontal component of ground
motion by using the 100%–30% orthogonal load combination
rule used for horizontal motions resulting in the vertical seismic
load effect determined with Eq. (12.4-4b), Ev = 0.3SavD.

C12.4.2.1 Horizontal Seismic Load Effect. Horizontal seismic
load effects, Eh, are determined in accordance with Eq. (12.4-3) as
Eh = ρQE.QE is the seismic load effect of horizontal seismic forces
from V or Fp. The purpose of Eh is to approximate the horizontal
seismic load effect from the design basis earthquake to be used in
load combinations including E for the design of lateral force-
resisting elements including diaphragms, vertical elements of
seismic force-resisting systems as defined in Table 12.2-1, the
design and anchorage of elements such as structural walls, and the
design of nonstructural components.

C12.4.2.2 Vertical Seismic Load Effect. The vertical seismic
load effect, Ev, is determined with Eq. (12.4-4a) as Ev = 0.2SDSD
or with Eq. (12.4-4b) as Ev = 0.3SavD. Ev is permitted to be taken
as zero in Eqs. (12.4-1), (12.4-2), (12.4-5), and (12.4-6) for
structures assigned to Seismic Design Category B and in
Eq. (12.4-2) for determining demands on the soil–structure
interface of foundations. Ev increases the load on beams and
columns supporting seismic elements and increases the axial load
in the P–M interaction of walls resisting seismic load effects.

C12.4.3 Seismic Load Effects Including Overstrength. Some
elements of properly detailed structures are not capable of safely
resisting ground-shaking demands through inelastic behavior. To
ensure safety, these elements must be designed with sufficient
strength to remain elastic.
The horizontal load effect including overstrength may be

calculated in either of two ways. The load effect may be approxi-
mated by use of an overstrength factor, Ω0, which approximates
the inherent overstrength in typical structures based on the struc-
ture’s seismic force-resisting systems. This approach is addressed

in Section 12.4.3.1. Alternatively, the expected system strength
may be directly calculated based on actual member sizes and
expected material properties, as addressed in Section 12.4.3.2.

C12.4.3.1 Horizontal Seismic Load Effect Including
Overstrength. Horizontal seismic load effects including
overstrength, Emh, are determined in accordance with Eq. (12.4-7)
as Emh =Ω0QE . QE is the effect of horizontal seismic forces from
V ,Fpx, orFp. The purpose forEmh is to approximate the maximum
seismic load for the design of critical elements, including
discontinuous systems, transfer beams and columns supporting
discontinuous systems, and collectors. Forces calculated using this
approximatemethodneednot be used if amore rigorous evaluation
as permitted in Section 12.4.3.2 is used.

C12.4.3.2 Capacity-Limited Horizontal Seismic Load
Effect. The standard permits the horizontal seismic load effect
includingoverstrength tobecalculateddirectlyusingactualmember
sizes and expected material properties where it can be determined
that yielding of other elements in the structure limits the force
that canbedelivered to theelement inquestion.Whencalculated this
way, the horizontal seismic load effect including overstrength is
termed the capacity-limited seismic load effect, Ecl.
As an example, the axial force in a column of a moment-

resisting frame results from the shear forces in the beams that
connect to this column. The axial forces caused by seismic loads
need never be taken as greater than the sum of the shear forces in
these beams at the development of a full structural mechanism,
considering the probable strength of the materials and strain-
hardening effects. For frames controlled by beam hinge-type
mechanisms, these shear forces would typically be calculated as
2Mpr∕Lh, whereMpr is the probable flexural strength of the beam
considering expected material properties and strain hardening,
and Lh is the distance between plastic hinge locations. Both ACI
318 and AISC 341 require that beams in special moment frames
be designed for shear calculated in this manner, and both
standards include many other requirements that represent the
capacity-limited seismic load effect instead of the use of a factor
approximating overstrength. This design approach is sometimes
termed “capacity design.” In this design method, the capacity
(expected strength) of one or more elements is used to generate
the demand (required strength) for other elements, because the
yielding of the former limits the forces delivered to the latter. In
this context, the capacity of the yielding element is its expected or
mean anticipated strength, considering potential variation in
material yield strength and strain-hardening effects. When cal-
culating the capacity of elements for this purpose, expected
member strengths should not be reduced by strength reduction
or resistance factors, ϕ.
The capacity-limited design is not restricted to yielding limit

states (axial, flexural, or shear); other examples include flexural
buckling (axial compression) used in steel special concentrically
braced frames, or lateral-torsional buckling in steel ordinary
moment frame beams, as confirmed by testing.

C12.4.4 Minimum Upward Force for Horizontal Cantilevers
for Seismic Design Categories D through F. In Seismic
Design Categories D, E, and F, horizontal cantilevers are
designed for an upward force that results from an effective
vertical acceleration of 1.2 times gravity. This design
requirement is meant to provide some minimum strength in
the upward direction and to account for possible dynamic
amplification of vertical ground motions resulting from the
vertical flexibility of the cantilever. The requirement is not
applied to downward forces on cantilevers, for which the
typical load combinations are used.
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C12.5 DIRECTION OF LOADING

Seismic forces are delivered to a building through ground
accelerations that may approach from any direction relative to
the orthogonal directions of the building; therefore, seismic
effects are expected to develop in both directions simultaneously.
The standard requires structures to be designed for the most
critical loading effects from seismic forces applied in any direc-
tion. The procedures outlined in this section are deemed to satisfy
this requirement.

For horizontal structural elements such as beams and slabs,
orthogonal effects may be minimal; however, design of vertical
elements of the seismic force-resisting system that participate in
both orthogonal directions is likely to be governed by these
effects.

C12.5.1 Direction of Loading Criteria. For structures with
orthogonal seismic force-resisting systems, the most critical
load effects can typically be computed using a pair of
orthogonal directions that coincide with the principal axes of
the structure. Structures with nonparallel or nonorthogonal
systems may require a set of orthogonal direction pairs to
determine the most critical load effects. If a three-dimensional
mathematical model is used, the analyst must be attentive to the
orientation of the global axes in the model in relation to the
principal axes of the structure.

C12.5.2 Seismic Design Category B. Recognizing that design
of structures assigned to Seismic Design Category (SDC) B is
often controlled by nonseismic load effects and, therefore, is not
sensitive to orthogonal loadings regardless of any horizontal
structural irregularities, it is permitted to determine the most
critical load effects by considering that the maximum response
can occur in any single direction; simultaneous application of
response in the orthogonal direction is not required. Typically,
the two directions used for analysis coincide with the principal
axes of the structure.

C12.5.3 Seismic Design Category C. Design of structures
assigned to SDC C often parallels the design of structures
assigned to SDC B and, therefore, as a minimum conforms to
Section 12.5.2. Although it is not likely that design of the seismic
force-resisting systems in regular structures assigned to SDC C
would be sensitive to orthogonal loadings, special consideration
must be given to structures with nonparallel or nonorthogonal
systems (Type 5 horizontal structural irregularity) to avoid
overstressing by different directional loadings. In this case, the
standard provides two methods to approximate simultaneous
orthogonal loadings and requires a three-dimensional
mathematical model of the structure for analysis in accordance
with Section 12.7.3.

The orthogonal combination procedure in item (a) of
Section 12.5.3.1 combines the effects from 100% of the seismic
load applied in one direction with 30% of the seismic load
applied in the perpendicular direction. This general approxima-
tion—the “30% rule”—was introduced by Rosenblueth and
Contreras (1977) based on earlier work by A. S. Veletsos and
also N. M. Newmark (cited in Rosenblueth and Contreras 1977)
as an alternative to performing the more rational, yet computa-
tionally demanding, response history analysis, and is applicable
to any elastic structure. Combining effects for seismic loads in
each direction, and accidental torsion in accordance with
Sections 12.8.4.2 and 12.8.4.3, results in the following 16 load
combinations:

• QE=�QE XþAT �0.3QE Y whereQE Y = effect of Y-direction
load at the center of mass (Section 12.8.4.2);

• QE=�QE X−AT �0.3QE Y whereQE X = effect of X-direction
load at the center of mass (Section 12.8.4.2);

• QE=�QE YþAT �0.3QE X where AT = accidental torsion
computed in accordance with Sections 12.8.4.2 and
12.8.4.3; and

• QE=�QE Y−AT �0.3QE X .

Though the standard permits combining effects from forces
applied independently in any pair of orthogonal directions (to
approximate the effects of concurrent loading), accidental
torsion need not be considered in the direction that produces
the lesser effect, per Section 12.8.4.2. This provision is
sometimes disregarded when using a mathematical model for
three-dimensional analysis that can automatically include acci-
dental torsion, which then results in 32 load combinations.

The maximum effect of seismic forces, QE, from orthogonal
load combinations is modified by the redundancy factor, ρ, or the
overstrength factor, Ω0, where required, and the effects of
vertical seismic forces, Ev, are considered in accordance with
Section 12.4 to obtain the seismic load effect, E.

These orthogonal combinations should not be confused with
uniaxial modal combination rules, such as the square root of
the sum of the squares (SRSS) or the complete quadratic
combination (CQC) method. In past standards, an acceptable
alternative to the above was to use the SRSS method to
combine effects of the two orthogonal directions, where each
term computed is assigned the sign that resulted in the most
conservative result. This method is no longer in common use.
Although both approaches described for considering orthogo-
nal effects are approximations, it is important to note that they
were developed with consideration of results for a square
building.

Orthogonal effects can alternatively be considered by perform-
ing three-dimensional response history analyses (see Chapter 16)
with application of orthogonal ground motion pairs applied
simultaneously in any two orthogonal directions. If the structure
is located within 3 mi (5 km) of an active fault, the ground motion
pair should be rotated to the fault-normal and fault-parallel
directions of the causative fault.

C12.5.4 Seismic Design Categories D through F. The
direction of loading for structures assigned to SDCs D, E, or F
conforms to Section 12.5.3 for structures assigned to SDC C. If a
Type 5 horizontal structural irregularity exists, then orthogonal
effects are similarly included in design. Recognizing the higher
seismic risk associated with structures assigned to SDCs D, E, or
F, the standard provides additional requirements for vertical
members coupled between intersecting seismic force-resisting
systems.

C12.6 ANALYSIS PROCEDURE SELECTION

Table 12.6-1 provides the permitted analysis procedures for all
Seismic Design Categories. The table is applicable only to
buildings without seismic isolation (Chapter 17) or passive
energy devices (Chapter 18) for which there are additional
requirements in Sections 17.4 and 18.2.4, respectively.

The four basic procedures provided in Table 12.6-1 are the
equivalent lateral force (ELF, Section 12.8), the modal response
spectrum (MRSanalysis, Section 12.9.1), the linear response history
(LRH, Section 12.9.2), and the nonlinear response history (NRH,
Section 16.1) analysis procedures. Nonlinear static pushover analy-
sis is not provided as an “approved” analysis procedure in the
standard.

The ELF procedure is allowed for all buildings assigned to
Seismic Design Category B or C and for all buildings assigned
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to Seismic Design Category D, E, or F, except for the
following:

• Structures with structural height, hn >160 ft (hn >48.8 m)
and T > 3.5Ts;

• Structures with structural height, hn >160 ft (hn >48.8 m)
and T ≤ 3.5Ts but with one or more of the structural irregu-
larities in Table 12.3-1 or 12.3-2; and

• Structures with structural height, hn <160 ft (hn <48.8 m)
and with one or more of the following structural irregulari-
ties: torsion or extreme torsion (Table 12.3-1); or soft story,
extreme soft story, weight (mass), or vertical geometric
(Table 12.3-2).

Ts = SD1∕SDS is the period at which the horizontal and de-
scending parts of the design response spectrum intersect
(Fig. 11.4-1). The value of Ts depends on the site class because
SDS and SD1 include such effects. Where the ELF procedure is not
allowed, the analysis must be performed using modal response
spectrum or response history analysis.
The use of the ELF procedure is limited to buildings with the

listed structural irregularities because the procedure is based on
an assumption of a gradually varying distribution of mass and
stiffness along the height and negligible torsional response. The
basis for the 3.5Ts limitation is that the higher modes become
more dominant in taller buildings (Lopez and Cruz 1996, Chopra
2007a,b), and as a result, the ELF procedure may underestimate
the seismic base shear and may not correctly predict the vertical
distribution of seismic forces in taller buildings.
As Table C12.6-1 demonstrates, the value of 3.5Ts generally

increases as ground motion intensity increases and as soils
become softer. Assuming a fundamental period of approxi-
mately 0.1 times the number of stories, the maximum structural
height, hn, for which the ELF procedure applies ranges from
about 10 stories for low seismic hazard sites with firm soil to
30 stories for high seismic hazard sites with soft soil. Because
this trend was not intended, the 160-ft (48.8-m) height limit is
introduced.

C12.7 MODELING CRITERIA

C12.7.1 Foundation Modeling. Structural systems consist of
three interacting subsystems: the structural framing (girders,
columns, walls, and diaphragms), the foundation (footings,
piles, and caissons), and the supporting soil. The ground
motion that a structure experiences, as well as the response to

that ground motion, depends on the complex interaction among
these subsystems.
Those aspects of ground motion that are affected by site

characteristics are assumed to be independent of the structure–
foundation system because these effects would occur in the free
field in the absence of the structure. Hence, site effects are
considered separately (Sections 11.4.3 through 11.4.5 and
Chapters 20 and 21).
Given a site-specific ground motion or response spectrum, the

dynamic response of the structure depends on the foundation
system and on the characteristics of the soil that support the
system. The dependence of the response on the structure–
foundation–soil system is referred to as soil–structure interaction
(SSI). Such interactions usually, but not always, result in a
reduction of seismic base shear. This reduction is caused by the
flexibility of the foundation–soil system and an associated length-
ening of the fundamental period of vibration of the structure. In
addition, the soil system may provide an additional source of
damping. However, that total displacement typically increases
with soil–structure interaction.
If the foundation is considered to be rigid, the computed base

shears are usually conservative, and it is for this reason that rigid
foundation analysis is permitted. The designer may neglect soil–
structure interaction or may consider it explicitly in accordance
with Section 12.13.3 or implicitly in accordance with Chapter 19.
As an example, consider a moment-frame building without a

basement and with moment-frame columns supported on foot-
ings designed to support shear and axial loads (i.e., pinned
column bases). If foundation flexibility is not considered, the
columns should be restrained horizontally and vertically, but not
rotationally. Consider a moment-frame building with a basement.
For this building, horizontal restraint may be provided at the level
closest to grade, as long as the diaphragm is designed to transfer
the shear out of the moment frame. Because the columns extend
through the basement, they may also be restrained rotationally
and vertically at this level. However, it is often preferable to
extend the model through the basement and provide the vertical
and rotational restraints at the foundation elements, which is
more consistent with the actual building geometry.

C12.7.2 Effective Seismic Weight. During an earthquake, the
structure accelerates laterally, and these accelerations of the
structural mass produce inertial forces. These inertial forces,
accumulated over the height of the structure, produce the
seismic base shear.
When a building vibrates during an earthquake, only that

portion of the mass or weight that is physically tied to the
structure needs to be considered as effective. Hence, live loads
(e.g., loose furniture, loose equipment, and human occupants)
need not be included. However, certain types of live loads, such
as storage loads, may develop inertial forces, particularly where
they are densely packed.
Also considered as contributing to effective seismic weight are

the following:

1. All permanent equipment (e.g., air conditioners, elevator
equipment, and mechanical systems);

2. Partitions to be erected or rearranged as specified in
Section 4.3.2 (greater of actual partition weight and
10 lb∕ft2 (0.5 kN∕m2) of floor area);

3. 20% of significant snow load, pf > 30 lb∕ft2 (pf >
1.4 kN∕m2) and

4. The weight of landscaping and similar materials.

The full snow load need not be considered because maxi-
mum snow load and maximum earthquake load are unlikely to

Table C12.6-1 Values of 3.5T s for Various Cities and Site Classes

Location Ss (g) S1 (g)

3.5T s (s) for Site Class

A & B C D E

Denver 0.219 0.057 0.91 1.29 1.37 1.07
Boston 0.275 0.067 0.85 1.21 1.30 1.03
New York
City

0.359 0.070 0.68 0.97 1.08 0.93

Las Vegas 0.582 0.179 1.08 1.50 1.68 1.89
St. Louis 0.590 0.169 1.00 1.40 1.60 1.81
San Diego 1.128 0.479 1.31 1.73 1.99 2.91
Memphis 1.341 0.368 0.96 1.38 1.59 2.25
Charleston 1.414 0.348 0.86 1.25 1.47 2.08
Seattle 1.448 0.489 1.18 1.55 1.78 2.63
San Jose 1.500 0.600 1.40 1.82 2.10 2.12
Salt Lake
City

1.672 0.665 1.39 1.81 2.09 3.10
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occur simultaneously and loose snow does not move with the
roof.

C12.7.3 Structural Modeling. The development of a
mathematical model of a structure is always required because
the story drifts and the design forces in the structural members
cannot be determined without such a model. In some cases, the
mathematical model can be as simple as a free-body diagram as
long as the model can appropriately capture the strength and
stiffness of the structure.

The most realistic analytical model is three-dimensional,
includes all sources of stiffness in the structure and the soil–
foundation system as well as P-delta effects, and allows for
nonlinear inelastic behavior in all parts of the structure–founda-
tion–soil system. Development of such an analytical model is
time-consuming, and such analysis is rarely warranted for typical
building designs performed in accordance with the standard.
Instead of performing a nonlinear analysis, inelastic effects are
accounted for indirectly in the linear analysis methods by means
of the response modification coefficient, R, and the deflection
amplification factor, Cd.

Usingmodern software, it often ismore difficult to decompose a
structure into planar models than it is to develop a full three-
dimensional model, so three-dimensional models are now
commonplace. Increased computational efficiency also allows
efficient modeling of diaphragm flexibility. Three-dimensional
models are required where the structure has horizontal torsional
(Type 1), out-of-plane offset (Type 4), or nonparallel system
(Type 5) irregularities.

Analysis using a three-dimensional model is not required for
structures with flexible diaphragms that have horizontal out-
of-plane offset irregularities. It is not required because the
irregularity imposes seismic load effects in a direction other
than the direction under consideration (orthogonal effects) be-
cause of eccentricity in the vertical load path caused by horizon-
tal offsets of the vertical lateral force-resisting elements from
story to story. This situation is not likely to occur, however, with
flexible diaphragms to an extent that warrants such modeling.
The eccentricity in the vertical load path causes a redistribution of
seismic design forces from the vertical elements in the story
above to the vertical elements in the story below in essentially the
same direction. The effect on the vertical elements in the
orthogonal direction in the story below is minimal. Three-
dimensional modeling may still be required for structures with
flexible diaphragms caused by other types of horizontal irregu-
larities (e.g., nonparallel system).

In general, the same three-dimensional model may be used for
the equivalent lateral force, the modal response spectrum, and the
linear response history analysis procedures. Modal response

spectrum and linear response history analyses require a realistic
modeling of structural mass; the response history method also
requires an explicit representation of inherent damping. Five
percent of critical damping is automatically included in the modal
response spectrum approach. Chapter 16 and the related com-
mentary have additional information on linear and nonlinear
response history analysis procedures.

It is well known that deformations in the panel zones of the
beam–column joints of steel moment frames are a significant
source of flexibility. Two different mechanical models for in-
cluding such deformations are summarized in Charney and
Marshall (2006). These methods apply to both elastic and
inelastic systems. For elastic structures, centerline analysis pro-
vides reasonable, but not always conservative, estimates of frame
flexibility. Fully rigid end zones should not be used because this
method always results in an overestimation of lateral stiffness in
steel moment-resisting frames. Partially rigid end zones may be
justified in certain cases, such as where doubler plates are used to
reinforce the panel zone.

Including the effect of composite slabs in the stiffness of
beams and girders may be warranted in some circumstances.
Where composite behavior is included, due consideration should
be paid to the reduction in effective composite stiffness for
portions of the slab in tension (Schaffhausen and Wegmuller
1977, Liew et al. 2001).

For reinforced concrete buildings, it is important to address the
effects of axial, flexural, and shear cracking in modeling the
effective stiffness of the structural elements. Determining appro-
priate effective stiffness of the structural elements should take
into consideration the anticipated demands on the elements, their
geometry, and the complexity of the model. Recommendations
for computing cracked section properties may be found in Paulay
and Priestley (1992) and similar texts.

When dynamic analysis is performed, at least three dynamic
degrees of freedom must be present at each level consistent with
language in Section 16.2.2. Depending on the analysis software
and modal extraction technique used, dynamic degrees of free-
dom and static degrees of freedom are not identical. It is possible
to develop an analytical model that has many static degrees of
freedom but only one or two dynamic degrees of freedom. Such a
model does not capture response properly.

C12.7.4 Interaction Effects. The interaction requirements are
intended to prevent unexpected failures in members of moment-
resisting frames. Fig. C12.7-1 illustrates a typical situation where
masonry infill is used and this masonry is fitted tightly against
reinforced concrete columns. Because the masonry is much
stiffer than the columns, hinges in a column form at the top
of the column and at the top of the masonry rather than at the top

h

H

Expected plastic hinge capacity = M

Expected column shear = 2M  /H

p

p

Actual column shear = 2M  /hp

Expected
hinging
region

Unexpected
hinging
region

FIGURE C12.7-1 Undesired Interaction Effects
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and bottom of the column. If the column flexural capacity is Mp,
the shear in the columns increases by the factor H∕h, and this
increase may cause an unexpected nonductile shear failure in the
columns. Many building collapses have been attributed to this
effect.

C12.8 EQUIVALENT LATERAL FORCE PROCEDURE

The equivalent lateral force (ELF) procedure provides a simple
way to incorporate the effects of inelastic dynamic response into
a linear static analysis. This procedure is useful in preliminary
design of all structures and is allowed for final design of the vast
majority of structures. The procedure is valid only for structures
without significant discontinuities in mass and stiffness along the
height, where the dominant response to ground motions is in the
horizontal direction without significant torsion.
The ELF procedure has three basic steps:

1. Determine the seismic base shear, V ;
2. Distribute V vertically along the height of the structure; and
3. Distribute V horizontally across the width and breadth of

the structure.

Each of these steps is based on a number of simplifying
assumptions. A broader understanding of these assumptions may
be obtained from any structural dynamics textbook that empha-
sizes seismic applications.

C12.8.1 Seismic Base Shear. Treating the structure as a single-
degree-of-freedom system with 100% mass participation in the
fundamentalmode, Eq. (12.8-1) simply expressesV as the product
of the effective seismic weight, W , and the seismic response
coefficient, Cs, which is a period-dependent, spectral
pseudoacceleration, in g units. Cs is modified by the response
modification coefficient, R, and the Importance Factor, Ie, as
appropriate, to account for inelastic behavior and to provide for
improved performance for high-occupancy or essential structures.

C12.8.1.1 Calculation of Seismic Response Coefficient. The
standard prescribes five equations for determining Cs.
Eqs. (12.8-2), (12.8-3), and (12.8-4) are illustrated in Fig. C12.8-1.
Eq. (12.8-2) controls where 0.0 < T < Ts and represents the

constant acceleration part of the design response spectrum

(Section 11.4.5). In this region, Cs is independent of period.
Although the theoretical design response spectrum shown in
Fig. 11.4-1 illustrates a transition in pseudoacceleration to the
peak ground acceleration as the fundamental period, T ,
approaches zero from T0, this transition is not used in the ELF
procedure. One reason is that simple reduction of the response
spectrum by (1∕R) in the short-period region would exaggerate
inelastic effects.
Eq. (12.8-3), representing the constant velocity part of the

spectrum, controls where Ts < T < TL. In this region, the seismic
response coefficient is inversely proportional to period, and the
pseudovelocity (pseudoacceleration divided by circular frequen-
cy, ω, assuming steady-state response) is constant. TL, the long-
period transition period, represents the transition to constant
displacement and is provided in Figs. 22-12 through 22-16.
TL ranges from 4 s in the north-central conterminous states and
western Hawaii to 16 s in the Pacific Northwest and in western
Alaska.
Eq. (12.8-4), representing the constant displacement part of the

spectrum, controls where T > TL. Given the current mapped
values of TL, this equation only affects long-period structures.
The transition period has recently received increased attention
because displacement response spectra from the 2010 magnitude
8.8 Chilean earthquake indicate that a considerably lower transi-
tion period is possible in locations controlled by subduction zone
earthquakes.
The final two equations represent minimum base shear levels

for design. Eq. (12.8-5) is the minimum base shear and primarily
affects sites in the far field. This equation provides an allowable
strength of approximately 3% of the weight of the structure. This
minimum base shear was originally enacted in 1933 by the state
of California (Riley Act). Based on research conducted in the
ATC-63 project (FEMA 2009b), it was determined that this
equation provides an adequate level of collapse resistance for
long-period structures when used in conjunction with other
provisions of the standard.
Eq. (12.8-6) applies to sites near major active faults (as

reflected by values of S1) where pulse-type effects can increase
long-period demands.

C12.8.1.2 Soil–Structure Interaction Reduction. Soil–
structure interaction, which can significantly influence the
dynamic response of a structure during an earthquake, is
addressed in Chapter 19.

C12.8.1.3 Maximum SDS Value in Determination of Cs and
Ev. This cap on the maximum value of SDS reflects engineering
judgment about performance of code-complying, regular, low-rise
buildings in past earthquakes. It was created during the update
from the 1994UBC to the 1997UBC and has been carried through
to this standard. At that time, near-source factors were introduced,
which increased the design force for buildings in Zone 4, which is
similar to Seismic Design Categories D through F in this standard.
The near-source factor was based on observations of instrument
recording during the 1994 Northridge earthquake and new
developments in seismic hazard and ground motion science. The
cap placed on SDS for design reflected engineering judgment
by the SEAOC Seismology Committee about performance
of code-complying low-rise structures based on anecdotal
evidence from past California earthquakes, specifically the
1971 San Fernando, 1989 Loma Prieta, and 1994 Northridge
earthquakes.
In the 1997 UBC, the maximum reduction of the cap provided

was 30%. Since the change from seismic zones in the 1997 UBC
to probabilistic and deterministic seismic hazard in ASCE 7-02
(2003) and subsequent editions, SDS values in some parts of the
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FIGURE C12.8-1 Seismic Response Coefficient Versus Period
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country can exceed SDS = 2.0, creating reductions well beyond the
original permitted reduction. That is the rationale for this provi-
sion providing a maximum reduction in design force of 30%.

The structural height, period, redundancy, and regularity
conditions required for use of the limit are important qualifiers.
Additionally, the observations of acceptable performance have
been with respect to collapse and life safety, not damage control
or preservation of function, so this cap on the design force is
limited to Risk Category I and II structures, not Risk Category III
and IV structures, where higher performance is expected. Also,
because past earthquake experience has indicated that buildings
on very soft soils, Site Classes E and F, have performed notice-
ably more poorly than buildings on more competent ground, this
cap cannot be used on those sites.

C12.8.2 Period Determination. The fundamental period, T ,
for an elastic structure is used to determine the design base shear,
V , as well as the exponent, k, that establishes the distribution of
V along the height of the structure (see Section 12.8.3). T may
be computed using a mathematical model of the structure that
incorporates the requirements of Section 12.7 in a properly
substantiated analysis. Generally, this type of analysis is
performed using a computer program that incorporates all
deformational effects (e.g., flexural, shear, and axial) and
accounts for the effect of gravity load on the stiffness of the
structure. For many structures, however, the sizes of the primary
structural members are not known at the outset of design. For
preliminary design, as well as instances where a substantiated
analysis is not used, the standard provides formulas to compute
an approximate fundamental period, Ta (see Section 12.8.2.1).
These periods represent lower-bound estimates of T for different
structure types. Period determination is typically computed
for a mathematical model that is fixed at the base. That is,
the base where seismic effects are imparted into the structure
is globally restrained (e.g., horizontally, vertically, and
rotationally). Column base modeling (i.e., pinned or fixed) for
frame-type seismic force-resisting systems is a function of frame
mechanics, detailing, and foundation (soil) rigidity; attention
should be given to the adopted assumption. However, this
conceptual restraint is not the same for the structure as is
stated above. Soil flexibility may be considered for computing
T (typically assuming a rigid foundation element). The engineer
should be attentive to the equivalent linear soil-spring stiffness
used to represent the deformational characteristics of the soil at
the base (see Section 12.13.3). Similarly, pinned column bases in
frame-type structures are sometimes used to conservatively
account for soil flexibility under an assumed rigid foundation
element. Period shifting of a fixed-base model of a structure
caused by soil–structure interaction is permitted in accordance
with Chapter 19.

The fundamental mode of a structure with a geometrically
complex arrangement of seismic force-resisting systems deter-
mined with a three-dimensional model may be associated with
the torsional mode of response of the system, with mass partici-
pating in both horizontal directions (orthogonal) concurrently.
The analyst must be attentive to this mass participation and
recognize that the period used to compute the design base shear
should be associated to the mode with the largest mass partici-
pation in the direction being considered. Often in this situation,
these periods are close to each other. Significant separation
between the torsional mode period (when fundamental) and the
shortest translational mode period may be an indicator of an ill-
conceived structural system or potential modeling error. The
standard requires that the fundamental period, T , used to deter-
mine the design base shear, V , does not exceed the approximate

fundamental period, Ta, times the upper limit coefficient, Cu,
provided in Table 12.8-1. This period limit prevents the use of an
unusually low base shear for design of a structure that is,
analytically, overly flexible because of mass and stiffness inac-
curacies in the analytical model. Cu has two effects on Ta. First,
recognizing that project-specific design requirements and design
assumptions can influence T , Cu lessens the conservatism inher-
ent in the empirical formulas for Ta to more closely follow the
mean curve (Fig. C12.8-2). Second, the values for Cu recognize
that the formulas for Ta are targeted to structures in high seismic
hazard locations. The stiffness of a structure is most likely to
decrease in areas of lower seismicity, and this decrease is
accounted for in the values of Cu. The response modification
coefficient, R, typically decreases to account for reduced ductility
demands, and the relative wind effects increase in lower seismic
hazard locations. The design engineer must therefore be attentive
to the value used for design of seismic force-resisting systems in
structures that are controlled by wind effects. Although the value
for Cu is most likely to be independent of the governing design
forces in high wind areas, project-specific serviceability require-
ments may add considerable stiffness to a structure and decrease
the value of Cu from considering seismic effects alone. This effect
should be assessed where design forces for seismic and wind
effects are almost equal. Lastly, if T from a properly substantiated
analysis (Section 12.8.2) is less thanCuTa, then the lower value of
T and CuTa should be used for the design of the structure.

C12.8.2.1 Approximate Fundamental Period. Eq. (12.8-7) is
an empirical relationship determined through statistical analysis of
the measured response of building structures in small- to
moderate-sized earthquakes, including response to wind effects
(Goel and Chopra 1997, 1998). Fig. C12.8-2 illustrates such data

FIGURE C12.8-2 Variation of Fundamental Period with
Structural Height
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for various building structures with steel and reinforced concrete
moment-resisting frames. Historically, the exponent, x, in
Eq. (12.8-7) has been taken as 0.75 and was based on the
assumption of a linearly varying mode shape while using
Rayleigh’s method. The exponents provided in the standard,
however, are based on actual response data from building
structures, thus more accurately reflecting the influence of
mode shape on the exponent. Because the empirical expression
is based on the lower bound of the data, it produces a lower bound
estimate of the period for a building structure of a given height.
This lower bound period, when used in Eqs. (12.8-3) and (12.8-4)
to compute the seismic response coefficient, Cs, provides a
conservative estimate of the seismic base shear, V .

C12.8.3 Vertical Distribution of Seismic Forces. Eq. (12.8-12)
is based on the simplified first mode shape shown in Fig. C12.8-3.
In the figure, Fx is the inertial force at level x, which is simply the
absolute acceleration at level x times the mass at level x. The base
shear is the sum of these inertial forces, and Eq. (12.8-11) simply
gives the ratio of the lateral seismic force at level x, Fx, to the total
design lateral force or shear at the base, V .
The deformed shape of the structure in Fig. C12.8-3 is a

function of the exponent k, which is related to the fundamental
period of the structure, T . The variation of k with T is illustrated
in Fig. C12.8-4. The exponent k is intended to approximate the
effect of higher modes, which are generally more dominant in
structures with a longer fundamental period of vibration. Lopez
and Cruz (1996) discuss the factors that influence higher modes

of response. Although the actual first mode shape for a structure
is also a function of the type of seismic force-resisting system,
that effect is not reflected in these equations. Also, because T is
limited to CuTa for design, this mode shape may differ from that
corresponding to the statistically based empirical formula for the
approximate fundamental period, Ta. A drift analysis in accor-
dance with Section 12.8.6 can be conducted using the actual
period (see Section C12.8.6). As such, k changes to account for
the variation between T and the actual period.
The horizontal forces computed using Eq. (12.8-11) do not reflect

the actual inertial forces imparted on a structure at any particular
point in time. Instead, they are intended to provide lateral seismic
forces at individual levels that are consistent with enveloped results
from more accurate analyses (Chopra and Newmark 1980).

C12.8.4 Horizontal Distribution of Forces. Within the
context of an ELF analysis, the horizontal distribution of
lateral forces in a given story to various seismic force-
resisting elements in that story depends on the type, geometric
arrangement, and vertical extents of the structural elements and
on the shape and flexibility of the floor or roof diaphragm.
Because some elements of the seismic force-resisting system
are expected to respond inelastically to the design ground
motion, the distribution of forces to the various structural
elements and other systems also depends on the strength of
the yielding elements and their sequence of yielding (see
Section C12.1.1). Such effects cannot be captured accurately
by a linear elastic static analysis (Paulay 1997), and a nonlinear
dynamic analysis is too computationally cumbersome to be
applied to the design of most buildings. As such, approximate
methods are used to account for uncertainties in horizontal
distribution in an elastic static analysis, and to a lesser extent
in elastic dynamic analysis.
Of particular concern in regard to the horizontal distribution of

lateral forces is the torsional response of the structure during the
earthquake. The standard requires that the inherent torsional
moment be evaluated for every structure with diaphragms that
are not flexible (see Section C12.8.4.1). Although primarily a
factor for torsionally irregular structures, this mode of response
has also been observed in structures that are designed to be
symmetric in plan and layout of seismic force-resisting systems
(De La Llera and Chopra 1994). This torsional response in the
case of a torsionally regular structure is caused by a variety of
“accidental” torsional moments caused by increased eccentrici-
ties between the centers of rigidity and mass that exist because of
uncertainties in quantifying the mass and stiffness distribution of
the structure, as well as torsional components of earthquake
ground motion that are not included explicitly in code-based
designs (Newmark and Rosenblueth 1971). Consequently, the
accidental torsional moment can affect any structure, and poten-
tially more so for a torsionally irregular structure. The standard
requires that the accidental torsional moment be considered for
every structure (see Section C12.8.4.2) as well as the amplifica-
tion of this torsion for structures with torsional irregularity (see
Section C12.8.4.3).

C12.8.4.1 Inherent Torsion. Where a rigid diaphragm is in the
analytical model, the mass tributary to that floor or roof can be
idealized as a lumped mass located at the resultant location on the
floor or roof—termed the center of mass (CoM). This point
represents the resultant of the inertial forces on the floor or roof.
This diaphragm model simplifies structural analysis by reducing
what would be many degrees of freedom in the two principal
directions of a structure to three degrees of freedom (two
horizontal and one rotational about the vertical axis).
Similarly, the resultant stiffness of the structural members

FIGURE C12.8-3 Basis of Eq. (12.8-12)
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providing lateral stiffness to the structure tributary to a given
floor or roof can be idealized as the center of rigidity (CoR).

It is difficult to accurately determine the center of rigidity for a
multistory building because the center of rigidity for a particular
story depends on the configuration of the seismic force-resisting
elements above and below that story and may be load dependent
(Chopra and Goel 1991). Furthermore, the location of the CoR is
more sensitive to inelastic behavior than the CoM. If the CoM of
a given floor or roof does not coincide with the CoR of that floor
or roof, an inherent torsional moment, Mt, is created by the
eccentricity between the resultant seismic force and the CoR. In
addition to this idealized inherent torsional moment, the standard
requires that an accidental torsional moment, Mta, be considered
(see Section C12.8.4.2).

Similar principles can be applied to models of semirigid
diaphragms that explicitly model the in-plane stiffness of the
diaphragm, except that the deformation of the diaphragm needs
to be included in computing the distribution of the resultant
seismic force and inherent torsional moment to the seismic force-
resisting system.

This inherent torsion is included automatically when perform-
ing a three-dimensional analysis using either a rigid or semirigid
diaphragm. If a two-dimensional planar analysis is used, where
permitted, the CoR and CoM for each story must be determined
explicitly and the applied seismic forces must be adjusted
accordingly.

For structures with flexible diaphragms (as defined in
Section 12.3), vertical elements of the seismic force-resisting
system are assumed to resist inertial forces from the mass that is
tributary to the elements with no explicitly computed torsion. No
diaphragm is perfectly flexible; therefore some torsional forces
develop even when they are neglected.

C12.8.4.2 Accidental Torsion. The locations of the centers of
mass and rigidity for a given floor or roof typically cannot be
established with a high degree of accuracy because of mass and
stiffness uncertainty and deviations in design, construction, and
loading from the idealized case. To account for this inaccuracy,
the standard requires the consideration of a minimum eccentricity
of 5% of the width of a structure perpendicular to the direction
being considered to any static eccentricity computed using
idealized locations of the centers of mass and rigidity. Where
a structure has a geometrically complex or nonrectangular floor
plan, the eccentricity is computed using the diaphragm extents
perpendicular to the direction of loading (see Section C12.5).

One approach to account for this variation in eccentricity is to
shift the CoM each way from its calculated location and apply the
seismic lateral force at each shifted location as separate seismic
load cases. It is typically conservative to assume that the CoM
offsets at all floors and roof occur simultaneously and in the
same direction. This offset produces an “accidental” static tor-
sional moment, Mta, at each story. Most computer programs can
automate this offset for three-dimensional analysis by automati-
cally applying these static moments in the autogenerated seismic
load case (along the global coordinate axes used in the computer
model—see Section C12.5). Alternatively, user-defined torsional
moments can be applied as separate load cases and then added to
the seismic lateral force load case. For two-dimensional analysis,
the accidental torsional moment is distributed to each seismic
force-resisting system as an applied static lateral force in propor-
tion to its relative elastic lateral stiffness and distance from
the CoR.

Shifting the CoM is a static approximation and thus does not
affect the dynamic characteristics of the structure, as would be
the case were the CoM to be physically moved by, for example,

altering the horizontal mass distribution and mass moment of
inertia. Although this “dynamic” approach can be used to adjust
the eccentricity, it can be too computationally cumbersome for
static analysis and therefore is reserved for dynamic analysis (see
Section C12.9.1.5).

The previous discussion is applicable only to a rigid dia-
phragm model. A similar approach can be used for a semirigid
diaphragm model except that the accidental torsional moment is
decoupled into nodal moments or forces that are placed through-
out the diaphragm. The amount of nodal action depends on how
sensitive the diaphragm is to in-plane deformation. As the in-
plane stiffness of the diaphragm decreases, tending toward a
flexible diaphragm, the nodal inputs decrease proportionally.

The physical significance of this mass eccentricity should not
be confused with the physical meaning of the eccentricity
required for representing nonuniform wind pressures acting on
a structure. However, this accidental torsion also incorporates to
a lesser extent the potential torsional motion input into structures
with large footprints from differences in ground motion within
the footprint of the structure.

Torsionally irregular structures whose fundamental mode is
potentially dominated by the torsional mode of response can be
more sensitive to dynamic amplification of this accidental tor-
sional moment. Consequently, the 5% minimum can underesti-
mate the accidental torsional moment. In these cases, the standard
requires the amplification of this moment for design when using
an elastic static analysis procedure, including satisfying the drift
limitations (see Section C12.8.4.3).

Accidental torsion results in forces that are combined with
those obtained from the application of the seismic design story
shears, Vx, including inherent torsional moments. All elements
are designed for the maximum effects determined, considering
positive accidental torsion, negative accidental torsion, and no
accidental torsion (see Section C12.5). Where consideration of
earthquake forces applied concurrently in any two orthogonal
directions is required by the standard, it is permitted to apply the
5% eccentricity of the center of mass along the single orthogonal
direction that produces the greater effect, but it need not be
applied simultaneously in the orthogonal direction.

The exception in this section provides relief from accidental
torsion requirements for buildings that are deemed to be rela-
tively insensitive to torsion. It is supported by research (Debock
et al. 2014) that compared the collapse probability (using non-
linear dynamic response history analysis) of buildings designed
with and without accidental torsion requirements. The research
indicated that, while accidental torsion requirements are impor-
tant for most torsionally sensitive buildings (i.e., those with plan
torsional irregularities arising from torsional flexibility or irreg-
ular plan layout), and especially for buildings in Seismic Design
Category D, E or F, the implementation of accidental torsion
provisions has little effect on collapse probability for Seismic
Design Category B buildings without Type 1b horizontal struc-
tural irregularity and for Seismic Design Category D buildings
without Type1a or 1b irregularity.

C12.8.4.3 Amplification of Accidental Torsional Moment.
For structures with torsional or extreme torsional irregularity
(Type 1a or 1b horizontal structural irregularity) analyzed using
the equivalent lateral force procedure, the standard requires
amplification of the accidental torsional moment to account
for increases in the torsional moment caused by potential
yielding of the perimeter seismic force-resisting systems
(i.e., shifting of the center of rigidity), as well as other factors
potentially leading to dynamic torsional instability. For verifying
torsional irregularity requirements in Table 12.3-1, story drifts
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resulting from the applied loads, which include both the inherent
and accidental torsional moments, are used with no amplification
of the accidental torsional moment (Ax = 1). The same process is
used when computing the amplification factor, Ax, except that
displacements (relative to the base) at the level being evaluated
are used in lieu of story drifts. Displacements are used here to
indicate that amplification of the accidental torsional moment is
primarily a system-level phenomenon, proportional to the
increase in acceleration at the extreme edge of the structure,
and not explicitly related to an individual story and the
components of the seismic force-resisting system contained
therein.
Eq. (12.8-14) was developed by the SEAOC Seismology

Committee to encourage engineers to design buildings with good
torsional stiffness; it was first introduced in the UBC (1988).
Fig. C12.8-5 illustrates the effect of Eq. (12.8-14) for a symmet-
ric rectangular building with various aspect ratios (L∕B) where
the seismic force-resisting elements are positioned at a variable
distance (defined by α) from the center of mass in each direction.
Each element is assumed to have the same stiffness. The structure
is loaded parallel to the short direction with an eccentricity of
0.05L.
For α equal to 0.5, these elements are at the perimeter of the

building, and for α equal to 0.0, they are at the center (providing
no torsional resistance). For a square building ðL∕B= 1.00Þ, Ax is
greater than 1.0 where α is less than 0.25 and increases to its
maximum value of 3.0 where α is equal to 0.11. For a rectangular
building with L∕B equal to 4.00, Ax is greater than 1.0 where α is
less than 0.34 and increases to its maximum value of 3.0 where α
is equal to 0.15.

C12.8.5 Overturning. The overturning effect on a vertical
lateral force-resisting element is computed based on the
calculation of lateral seismic force, Fx, times the height from
the base to the level of the horizontal lateral force-resisting
element that transfers Fx to the vertical element, summed over
each story. Each vertical lateral force-resisting element resists its
portion of overturning based on its relative stiffness with respect
to all vertical lateral force-resisting elements in a building or
structure. The seismic forces used are those from the equivalent
lateral force procedure determined in Section 12.8.3 or based on a
dynamic analysis of the building or structure. The overturning
forces may be resisted by dead loads and can be combined with
dead and live loads or other loads, in accordance with the load
combinations of Section 2.3.7.

C12.8.6 Story Drift Determination. Eq. (12.8-15) is used to
estimate inelastic deflections (δx), which are then used to calculate
design story drifts, Δ. These story drifts must be less than the
allowable story drifts,Δa, of Table 12.12-1. For structures without
torsional irregularity, computations are performed using
deflections of the centers of mass of the floors bounding the
story. If the eccentricity between the centers of mass of two
adjacent floors, or a floor and a roof, is more than 5% of the
width of the diaphragm extents, it is permitted to compute the
deflection for the bottom of the story at the point on the floor that is
vertically aligned with the location of the center of mass of the top
floor or roof. This situation can arise where a building has story
offsets and the diaphragm extents of the top of the story are smaller
than the extents of the bottom of the story. For structures assigned
to Seismic Design Category C, D, E, or F that are torsionally
irregular, the standard requires that deflections be computed along
the edges of the diaphragm extents using two vertically aligned
points.
Fig. C12.8-6 illustrates the force-displacement relationships

between elastic response, response to reduced design-level
forces, and the expected inelastic response. If the structure
remained elastic during an earthquake, the force developed
would be VE , and the corresponding displacement would be
δE. VE does not include R, which accounts primarily for ductility
and system overstrength. According to the equal displacement
approximation rule of seismic response, the maximum displace-
ment of an inelastic system is approximately equal to that of an
elastic system with the same initial stiffness. This condition has
been observed for structures idealized with bilinear inelastic
response and a fundamental period, T , greater than Ts (see
Section 11.4.6). For shorter period structures, peak displacement
of an inelastic system tends to exceed that of the corresponding
elastic system. Because the forces are reduced by R, the resulting
displacements are representative of an elastic system and need to
be amplified to account for inelastic response.
The deflection amplification factor, Cd, in Eq. (12.8-15)

amplifies the displacements computed from an elastic analysis
using prescribed forces to represent the expected inelastic dis-
placement for the design-level earthquake and is typically less
than R (Section C12.1.1). It is important to note that Cd is a story-
level amplification factor and does not represent displacement
amplification of the elastic response of a structure, either modeled

FIGURE C12.8-5 Torsional Amplification Factor for Symmetric
Rectangular Buildings

FIGURE C12.8-6 Displacements Used to Compute Drift
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as an effective single-degree-of-freedom structure (fundamental
mode) or a constant amplification to represent the deflected shape
of a multiple-degree-of-freedom structure, in effect, implying
that the mode shapes do not change during inelastic response.
Furthermore, drift-level forces are different than design-level
forces used for strength compliance of the structural elements.
Drift forces are typically lower because the computed fundamen-
tal period can be used to compute the base shear (see
Section C12.8.6.2).

When conducting a drift analysis, the analyst should be attentive
to the applied gravity loads used in combination with the strength-
level earthquake forces so that consistency between the forces
used in the drift analysis and those used for stability verification
(P-Δ) in Section 12.8.7 is maintained, including consistency in
computing the fundamental period if a second-order analysis is
used. Further discussion is provided in Section C12.8.7.

The design forces used to compute the elastic deflection (δxe)
include the Importance Factor, Ie, so Eq. (12.8-15) includes Ie in
the denominator. This inclusion is appropriate because the
allowable story drifts (except for masonry shear wall structures)
in Table 12.12-1 are more stringent for higher Risk Categories.

C12.8.6.1 Minimum Base Shear for Computing Drift.
Except for period limits (as described in Section C12.8.6.2),
all of the requirements of Section 12.8 must be satisfied when
computing drift for an ELF analysis, except that the minimum
base shear determined from applying Eq. (12.8-5) does not need
to be considered. This equation represents a minimum strength
that needs to be provided to a system (see Section C12.8.1.1).
Eq. (12.8-6) needs to be considered, when triggered, because it
represents the increase in the response spectrum in the long-
period range from near-fault effects.

C12.8.6.2 Period for Computing Drift. Where the design
response spectrum of Section 11.4.6 or the corresponding
equations of Section 12.8.1 are used and the fundamental
period of the structure, T , is less than the long-period transition
period, TL, displacements increase with increasing period (even
though forcesmay decrease). Section 12.8.2 applies an upper limit
on T so that design forces are not underestimated, but if the lateral
forces used to compute drifts are inconsistent with the forces
corresponding to T , then displacements can be overestimated. To
account for this variation in dynamic response, the standard allows
the determination of displacements using forces that are consistent
with the computed fundamental period of the structure without the
upper limit of Section 12.8.2.

The analyst must still be attentive to the period used to
compute drift forces. The same analytical representation (see
Section C12.7.3) of the structure used for strength design must
also be used for computing displacements. Similarly, the same
analysis method (Table 12.6-1) used to compute design forces
must also be used to compute drift forces. It is generally
appropriate to use 85% of the computed fundamental period to
account for mass and stiffness inaccuracies as a precaution
against overly flexible structures, but it need not be taken as
less than that used for strength design. The more flexible the
structure, the more likely it is that P-delta effects ultimately
control the design (see Section C12.8.7). Computed values of T
that are significantly greater than (perhaps more than 1.5 times in
high seismic areas) CuTa may indicate a modeling error. Similar
to the discussion in Section C12.8.2, the analyst should assess the
value of Cu used where serviceability constraints from wind
effects add significant stiffness to the structure.

C12.8.7 P-Delta Effects. Fig. C12.8-7 shows an idealized static
force-displacement response for a simple one-story structure

(e.g., idealized as an inverted pendulum-type structure). As the
top of the structure displaces laterally, the gravity load,P, supported
by the structure acts through that displacement and produces an
increase in overturning moment by P times the story drift, Δ, that
must be resisted by the structure—the so-called “P-delta (P-Δ)
effect.” This effect also influences the lateral displacement response
of the structure from an applied lateral force, F.

The response of the structure not considering the P-Δ effect is
depicted by Condition 0 in the figure with a slope of K0 and
lateral first-order yield force F0y. This condition characterizes the
first-order response of the structure (the response of the structure
from an analysis not including P-delta effects). Where the P-Δ
effect is included (depicted by Condition 1 in the figure), the
related quantities are K1 and F1y. This condition characterizes
the second-order response of the structure (the response of the
structure from an analysis including P-delta effects).

The geometric stiffness of the structure, KG, in this example is
equal to the gravity load, P, divided by the story height, hsx. KG is
used to represent the change in lateral response by analytically
reducing the elastic stiffness, K0. KG is negative where gravity
loads cause compression in the structure.Because the two response
conditions in thefigure are for the same structure, the inherent yield
displacement of the structure is the same (Δ0y =Δ1y =Δy).

Two consequential points taken from the figure are (1) the
increase in required strength and stiffness of the seismic force-
resisting system where the P-Δ effect influences the lateral
response of the structure must be accounted for in design, and
(2) the P-Δ effect can create a negative stiffness condition during
postyield response, which could initiate instability of the struc-
ture. Where the postyield stiffness of the structure may become
negative, dynamic displacement demands can increase signifi-
cantly (Gupta and Krawinkler 2000).

One approach that can be used to assess the influence of the
P-Δ effect on the lateral response of a structure is to compare the
first-order response to the second-order response, which can be
done using an elastic stability coefficient, θ, defined as the
absolute value of KG divided by K0.

θ=
jKGj
K0

=
���� PΔ0y

F0yhsx

���� (C12.8-1)

Given the above, and the geometric relationships shown in
Fig. C12.8-7, it can be shown that the force producing yield in
condition 1 (with P-Δ effects) is

FIGURE C12.8-7 Idealized Response of a One-Story Structure with
and without P-Δ
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F1y =F0yð1 − θÞ (C12.8-2)

and that for a force, F, less than or equal to F1y

Δ1 =
Δ0

1 − θ
(C12.8-3)

Therefore, the stiffness ratio, K0∕K1, is

K0

K1
=

1
1 − θ

(C12.8-4)

In the previous equations,

F0y = the lateral first-order yield force;
F1y = the lateral second-order yield force;
hsx = the story height (or structure height in this example);
KG = the geometric stiffness;
K0 = the elastic first-order stiffness;
K1 = the elastic second-order stiffness;
P = the total gravity load supported by the structure;

Δ0 = the lateral first-order drift;
Δ0y = the lateral first-order yield drift;
Δ1 = the lateral second-order drift;
Δ1y = the lateral second-order yield drift; and
θ = the elastic stability coefficient.

A physical interpretation of this effect is that to achieve the
second-order response depicted in the figure, the seismic force-
resisting system must be designed to have the increased stiffness
and strength depicted by the first-order response. As θ
approaches unity, Δ1 approaches infinity and F1 approaches
zero, defining a state of static instability.
The intent of Section 12.8.7 is to determine whether P-Δ

effects are significant when considering the first-order response
of a structure and, if so, to increase the strength and stiffness of
the structure to account for P-Δ effects. Some material-specific
design standards require P-Δ effects to always be included in the
elastic analysis of a structure and strength design of its members.
The amplification of first-order member forces in accordance
with Section 12.8.7 should not be misinterpreted to mean that
these other requirements can be disregarded; nor should they be
applied concurrently. Therefore, Section 12.8.7 is primarily used
to verify compliance with the allowable drifts and check against
potential postearthquake instability of the structure, while provi-
sions in material-specific design standards are used to increase
member forces for design, if provided. In so doing, the analyst
should be attentive to the stiffness of each member used in the
mathematical model so that synergy between standards is
maintained.
Eq. (12.8-16) is used to determine the elastic stability coeffi-

cient, θ, of each story of a structure.

θ=
���� PΔ0

F0hsx

����= PΔIe
VxhsxCd

(C12.8-5)

where

hsx, Ie, and Vx are the same as defined in the standard and
F0 = the force in a story causing Δ0 =

P
Fx =Vx;

Δ0 = the elastic lateral story drift = ΔIe∕Cd;
Δ = the inelastic story drift determined in accor-

dance with Section 12.8.6; and
P = the total point-in-time gravity load supported by

the structure.

Structures with θ less than 0.10 generally are expected to have
a positive monotonic postyield stiffness. Where θ for any story
exceeds 0.10, P-Δ effects must be considered for the entire
structure using one of the two approaches in the standard. Either
first-order displacements and member forces are multiplied by
1∕ð1 − θÞ or the P-Δ effect is explicitly included in the structural
analysis and the resulting θ is multiplied by 1∕ð1þ θÞ to verify
compliance with the first-order stability limit. Most commercial
computer programs can perform second-order analysis. The
analyst must therefore be attentive to the algorithm incorporated
in the software and cognizant of any limitations, including
suitability of iterative and noniterative methods, inclusion of
second-order effects (P-Δ and P-δ) in automated modal analyses,
and appropriateness of superposition of design forces.
Gravity load drives the increase in lateral displacements from

the equivalent lateral forces. The standard requires the total
vertical design load, and the largest vertical design load for
combination with earthquake loads is given by combination
6 from Section 2.3.6, which is transformed to

ð1.2þ 0.2SDSÞDþ 1.0Lþ 0.2Sþ 1.0E

where the 1.0 factor on L is actually 0.5 for many common
occupancies. The provision of Section 12.8.7 allows the factor on
dead load D to be reduced to 1.0 for the purpose of P-delta
analysis under seismic loads. The vertical seismic component
need not be considered for checking θmax.
As explained in the commentary for Chapter 2, the 0.5 and 0.2

factors on L and S, respectively, are intended to capture the
arbitrary point-in-time values of those loads. The factor 1.0 results
in the dead load effect being fairly close to best estimates of the
arbitrary point-in-time value for dead load. L is defined in
Chapter 4 of the standard to include the reduction in live load
based on floor area. Many commercially available computer
programs do not include live load reduction in the basic structural
analysis. In such programs, live reduction is applied only in the
checking of design criteria; this difference results in a conservative
calculation with regard to the requirement of the standard.
The seismic story shear,Vx (in accordance with Section 12.8.4),

used to compute θ includes the Importance Factor, Ie. Further-
more, the design story drift,Δ (in accordance with Section 12.8.6),
does not include this factor. Therefore, Ie has been added to
Eq. (12.8-16) to correct an apparent omission in previous editions
of the standard. Nevertheless, the standard has always required Vx
and Δ used in this equation to be those occurring simultaneously.
Eq. (12.8-17) establishes the maximum stability coefficient,

θmax, permitted. The intent of this requirement is to protect
structures from the possibility of instability triggered by post-
earthquake residual deformation. The danger of such failures is
real and may not be eliminated by apparently available over-
strength. This problem is particularly true of structures designed
in regions of lower seismicity.
For the idealized system shown in Fig. C12.8-7, assume that

the maximum displacement is CdΔ0. Assuming that the unload-
ing stiffness, Ku, is equal to the elastic stiffness, K0, the residual
displacement is

�
Cd −

1
β

�
Δ0 (C12.8-6)

Additionally, assume that there is a factor of safety, FS, of 2
against instability at the maximum residual drift, Δr, max. Evalu-
ating the overturning and resisting moments (F0 =V0 in this
example),
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PΔr, max ≤
V0

βFS
h where β=

V0

V0y
≤ 1.0 (C12.8-7)

Therefore,

P½Δ0ðβCd−1Þ�
V0h

≤0.5→θmaxðβCd−1Þ

= 0.5→θmax =
0.5

βCd−1

(C12.8-8)

Conservatively assume that βCd − 1 ≈ βCd

θmax =
0.5
βCd

≤ 0.25 (C12.8-9)

In the previous equations,

Cd = the displacement amplification factor;
FS = the factor of safety;
hsx = the story height (or height of the structure in this

example);
P = the total point-in-time gravity load supported by the

structure;
V0 = the first-order story shear demand;
V0y = the first-order yield strength of the story;
β = the ratio of shear demand to shear capacity;

Δ0 = the elastic lateral story drift;
Δr, max = the maximum residual drift at V0 = 0; and
θmax = the maximum elastic stability coefficient.

The standard requires that the computed stability coefficient, θ,
not exceed 0.25 or 0.5∕βCd, where βCd is an adjusted ductility
demand that takes into account the variation between the
story strength demand and the story strength supplied. The story
strength demand is simply Vx. The story strength supplied may be
computed as the shear in the story that occurs simultaneously with
the attainment of the development of first significant yield of the
overall structure. To compute first significant yield, the structure
should be loaded with a seismic force pattern similar to that used
to compute story strength demand and iteratively increased until
first yield. Alternatively, a simple and conservative procedure is to
compute the ratio of demand to strength for each member of the
seismic force-resisting system in a particular story and then use
the largest such ratio as β.

The principal reason for inclusion of β is to allow for a more
equitable analysis of those structures in which substantial extra
strength is provided, whether as a result of added stiffness for drift
control, code-required wind resistance, or simply a feature of other
aspects of the design. Some structures inherently possess more
strength than required, but instability is not typically a concern. For
many flexible structures, the proportions of the structural members
are controlled by drift requirements rather than strength require-
ments; consequently, β is less than 1.0 because the members
provided are larger and stronger than required. This method has
the effect of reducing the inelastic component of total seismic drift,
and thus, β is placed as a factor on Cd.

Accurate evaluation of β would require consideration of all
pertinent load combinations to find the maximum ratio of
demand to capacity caused by seismic load effects in each
member. A conservative simplification is to divide the total
demand with seismic load effects included by the total capacity;
this simplification covers all load combinations in which dead
and live load effects add to seismic load effects. If a member is
controlled by a load combination where dead load counteracts
seismic load effects, to be correctly computed, β must be based

only on the seismic component, not the total. The gravity load, P,
in the P-Δ computation would be less in such a circumstance and,
therefore, θ would be less. The importance of the counteracting
load combination does have to be considered, but it rarely
controls instability.

Although the P-Δ procedure in the standard reflects a simple
static idealization as shown in Fig. C12.8-7, the real issue is one
of dynamic stability. To adequately evaluate second-order effects
during an earthquake, a nonlinear response history analysis
should be performed that reflects variability of ground motions
and system properties, including initial stiffness, strain hardening
stiffness, initial strength, hysteretic behavior, and magnitude of
point-in-time gravity load, P. Unfortunately, the dynamic re-
sponse of structures is highly sensitive to such parameters,
causing considerable dispersion to appear in the results (Vam-
vatsikos 2002). This dispersion, which increases dramatically
with stability coefficient θ, is caused primarily by the incremen-
tally increasing residual deformations (ratcheting) that occur
during the response. Residual deformations may be controlled
by increasing either the initial strength or the secondary stiffness.
Gupta and Krawinkler (2000) give additional information.

C12.9 LINEAR DYNAMIC ANALYSIS

C12.9.1 Modal Response Spectrum Analysis. In the modal
response spectrum analysis method, the structure is decomposed
into a number of single-degree-of-freedom systems, each having its
own mode shape and natural period of vibration. The number of
modes available is equal to the number of mass degrees of freedom
of the structure, so the number of modes can be reduced by
eliminating mass degrees of freedom. For example, rigid
diaphragm constraints may be used to reduce the number of
mass degrees of freedom to one per story for planar models and
to three per story (two translations and rotation about the vertical
axis) for three-dimensional structures. However, where the vertical
elements of the seismic force-resisting system have significant
differences in lateral stiffness, rigid diaphragm models should be
used with caution because relatively small in-plane diaphragm
deformations can have a significant effect on the distribution of
forces.

For a given direction of loading, the displacement in each
mode is determined from the corresponding spectral acceleration,
modal participation, and mode shape. Because the sign (positive
or negative) and the time of occurrence of the maximum accel-
eration are lost in creating a response spectrum, there is no way to
recombine modal responses exactly. However, statistical combi-
nation of modal responses produces reasonably accurate esti-
mates of displacements and component forces. The loss of signs
for computed quantities leads to problems in interpreting force
results where seismic effects are combined with gravity effects,
produce forces that are not in equilibrium, and make it impossible
to plot deflected shapes of the structure.

C12.9.1.1 Number of Modes. The key motivation to perform
modal response spectrum analysis is to determine how the actual
distribution of mass and stiffness of a structure affects the elastic
displacements and member forces. Where at least 90% of the
modal mass participates in the response, the distribution of forces
and displacements is sufficient for design. The scaling required
by Section 12.9.1.4 controls the overall magnitude of design
values so that incomplete mass participation does not produce
nonconservative results.

The number of modes required to achieve 90% modal mass
participation is usually a small fraction of the total number of
modes. Lopez and Cruz (1996) contribute further discussion of
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the number of modes to use for modal response spectrum
analysis.
In general, the provisions require modal analysis to determine

all individual modes of vibration, but permit modes with periods
less than or equal to 0.05 s to be collectively treated as a single,
rigid mode of response with an assumed period of 0.05 s. In
general, structural modes of interest to building design have
periods greater than 0.05 s (frequencies greater than 20 Hz), and
earthquake records tend to have little, if any, energy, at frequen-
cies greater than 20 Hz. Thus, only “rigid” response is expected
for modes with frequencies above 20 Hz. Although not respond-
ing dynamically, the “residual mass” of modes with frequencies
greater than 20 Hz should be included in the analysis to avoid
underestimation of earthquake design forces.
Section 4.3 of ASCE 4 (ASCE 2000) provides formulas that

may be used to calculate the modal properties of the residual-
mass mode. When using the formulas of ASCE 4 to calculate
residual-mass mode properties, the “cut-off” frequency should be
taken as 20 Hz and the response spectral acceleration at 20 Hz
(0.05 s) should be assumed to govern response of the residual-
mass mode. It may be noted that the properties of residual-mass
mode are derived from the properties of modes with frequencies
less than or equal to 20 Hz, such that modal analysis need only
determine properties of modes of vibration with periods greater
than 0.05 s (when the residual-mass mode is included in the
modal analysis). The design response spectral acceleration at
0.05 s (20 Hz) should be determined using Eq. (11.4-5) of this
standard where the design response spectrum shown in Fig. 11.4-1
is being used for the design analysis. Substituting 0.05 s for T and
0.2Ts for T0 in Eq. (11.4-5), one obtains the residual-mode
response spectral acceleration as Sa = SDS [0.4þ 0.15∕Ts]. Most
general-purpose linear structural analysis software has the ca-
pacity to consider residual mass modes in order to meet the
existing requirements ASCE 4 (ASCE 2000).
The exception permits excluding modes of vibration when

such would result in a modal mass in each orthogonal direction of
at least 90% of the actual mass. This approach has been included
in ASCE 7 (2003, 2010) for many years and is still considered
adequate for most building structures that typically do not have
significant modal mass in the very short period range.

C12.9.1.2 Modal Response Parameters. The design response
spectrum (whether the general spectrum from Section 11.4.6 or a
site-specific spectrum determined in accordance with Section 21.2)
is representative of linear elastic structures. Division of the spectral
ordinates by the response modification coefficient, R, accounts for
inelastic behavior, and multiplication of spectral ordinates by
the Importance Factor, Ie, provides the additional strength
needed to improve the performance of important structures. The
displacements that are computed using the response spectrum that
has been modified by R and Ie (for strength) must be amplified by
Cd and reduced by Ie to produce the expected inelastic
displacements (see Section C12.8.6.)

C12.9.1.3 Combined Response Parameters. Most computer
programs provide for either the SRSS or the CQC method (Wilson
et al. 1981) of modal combination. The two methods are identical
where applied to planar structures, or where zero damping is
specified for the computation of the cross-modal coefficients in the
CQC method. The modal damping specified in each mode for the
CQC method should be equal to the damping level that was used
in the development of the design response spectrum. For the
spectrum in Section 11.4.6, the damping ratio is 0.05.
The SRSS or CQC method is applied to loading in one

direction at a time. Where Section 12.5 requires explicit consid-
eration of orthogonal loading effects, the results from one

direction of loading may be added to 30% of the results from
loading in an orthogonal direction. Wilson (2000) suggests that a
more accurate approach is to use the SRSS method to combine
100% of the results from each of two orthogonal directions where
the individual directional results have been combined by SRSS or
CQC, as appropriate.
The CQC4 method, as modified by ASCE 4 (1998), is

specified and is an alternative to the required use of the CQC
method where there are closely spaced modes with significant
cross-correlation of translational and torsional response. The
CQC4 method varies slightly from the CQC method through
the use of a parameter that forces a correlation in modal responses
where they are partially or completely in phase with the input
motion. This difference primarily affects structures with short
fundamental periods, T , that have significant components of
response that are in phase with the ground motion. In these
cases, using the CQC method can be nonconservative. A general
overview of the various modal response combination methods
can be found in U.S Nuclear Regulatory Commission (2012).
The SRSS or CQC method is applied to loading in one

direction at a time. Where Section 12.5 requires explicit consid-
eration of orthogonal loading effects, the results from one direc-
tion of loading may be added to 30% of the results from loading in
an orthogonal direction. Wilson (2000) suggests that a more
accurate approach is to use the SRSS method to combine
100% of the results from each of two orthogonal directions where
the individual directional results have been combined by SRSS or
CQC, as appropriate. Menun and Der Kiureghian (1998) propose
an alternate method, referred to as CQC3, which provides the
critical orientation of the earthquake relative to the structure.
Wilson (2000) now endorses the CQC3method for combining the
results from multiple component analyses.

C12.9.1.4 Scaling Design Values of Combined Response.
The modal base shear, Vt, may be less than the ELF base
shear, V , because: (a) the calculated fundamental period, T ,
may be longer than that used in computing V , (b) the
response is not characterized by a single mode, or (c) the ELF
base shear assumes 100% mass participation in the first mode,
which is always an overestimate.

C12.9.1.4.1 Scaling of Forces. The scaling required by Sec-
tion 12.9.1.4.1 provides, in effect, a minimum base shear for
design. This minimum base shear is provided because the com-
puted fundamental period may be the result of an overly flexible
(incorrect) analytical model. Recent studies of building collapse
performance, such as those of FEMA P-695 (the ATC-63 project,
2009b), NIST GCR 10-917-8 (the ATC-76 project) and NIST
GCR 12-917-20 (the ATC-84 project) show that designs based on
the ELF procedure generally result in better collapse performance
than those based on modal response spectrum analysis (MRSA)
with the 15% reduction in base shear included. In addition, many
of the designs using scaled MRSA did not achieve the targeted
10% probability of collapse given MCE ground shaking.Whereas
scaling to 100% of the ELF base shear and to 100% of the drifts
associated with Eq. (12.8-6) does not necessarily achieve the
intended collapse performance, it does result in performance that
is closer to the stated goals of this standard.

C12.9.1.4.2 Scaling of Drifts. Displacements from the modal
response spectrum are only scaled to the ELF base shear where
Vt is less than CsW and Cs is determined based on Eq. (12.8-6).
For all other situations, the displacements need not be scaled
because the use of an overly flexible model will result in
conservative estimates of displacement that need not be further
scaled. The reason for requiring scaling when Eq. (12.8-6)
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controls the minimum base shear is to be consistent with the
requirements for designs based on the ELF procedure.

C12.9.1.5 Horizontal Shear Distribution. Torsion effects in
accordance with Section 12.8.4 must be included in the modal
response spectrum analysis (MRSA) as specified in Section 12.9
by requiring use of the procedures in Section 12.8 for the
determination of the seismic base shear, V . There are two
basic approaches for consideration of accidental torsion.

The first approach follows the static procedure discussed in
Section C12.8.4.2, where the total seismic lateral forces obtained
from MRSA—using the computed locations of the centers of
mass and rigidity—are statically applied at an artificial point
offset from the center of mass to compute the accidental torsional
moments. Most computer programs can automate this procedure
for three-dimensional analysis. Alternatively, the torsional
moments can be statically applied as separate load cases and
added to the results obtained from MRSA.

Because this approach is a static approximation, amplification
of the accidental torsion in accordance with Section 12.8.4.3 is
required. MRSA results in a single, positive response, thus
inhibiting direct assessment of torsional response. One method
to circumvent this problem is to determine the maximum and
average displacements for each mode participating in the direc-
tion being considered and then apply modal combination rules
(primarily the CQC method) to obtain the total displacements
used to check torsional irregularity and compute the amplifica-
tion factor, Ax. The analyst should be attentive about how
accidental torsion is included for individual modal responses.

The second approach, which applies primarily to three-
dimensional analysis, is to modify the dynamic characteristics of
the structure so that dynamic amplification of the accidental torsion
is directly considered. This modification can be done, for example,
by either reassigning the lumped mass for each floor and roof (rigid
diaphragm) to alternate points offset from the initially calculated
center of mass and modifying the mass moment of inertia, or
physically relocating the initially calculated center of mass on each
floor and roof by modifying the horizontal mass distribution (typi-
cally presumed to be uniformly distributed). This approach increases
the computational demand significantly because all possible con-
figurations would have to be analyzed, primarily two additional
analyses for each principal axis of the structure. The advantage of
this approach is that the dynamic effects of direct loading and
accidental torsion are assessed automatically. Practical disadvan-
tages are the increased bookkeeping required to track multiple
analyses and the cumbersome calculations of the mass properties.

Where this “dynamic” approach is used, amplification of the
accidental torsion in accordance with Section 12.8.4.3 is not
required because repositioning the center of mass increases the
coupling between the torsional and lateral modal responses,
directly capturing the amplification of the accidental torsion.

Most computer programs that include accidental torsion in a
MRSA do so statically (first approach discussed above) and do
not physically shift the center of mass. The designer should be
aware of the methodology used for consideration of accidental
torsion in the selected computer program.

C12.9.1.6 P-Delta Effects. The requirements of Section 12.8.7,
including the stability coefficient limit, θmax, apply to modal
response spectrum analysis.

C12.9.1.7 Soil–Structure Interaction Reduction. The standard
permits including soil–structure interaction (SSI) effects in a modal
response spectrum analysis in accordance with Chapter 19. The
increased use of modal analysis for design stems from computer

analysis programs automatically performing such an analysis.
However, common commercial programs do not give analysts the
ability to customize modal response parameters. This problem
hinders the ability to include SSI effects in an automated modal
analysis.

C12.9.1.8 Structural Modeling. Using modern software, it
often is more difficult to decompose a structure into planar
models than it is to develop a full three-dimensional model.
As a result, three-dimensional models are now commonplace.
Increased computational efficiency also allows efficient
modeling of diaphragm flexibility. As a result, when modal
response spectrum analysis is used, a three-dimensional model
is required for all structures, including those with diaphragms
that can be designated as flexible.

C12.9.2 Linear Response History Analysis

C12.9.2.1 General Requirements. The linear response history
(LRH) analysis method provided in this section is intended as an
alternate to the modal response spectrum (MRS) analysis
method. The principal motivation for providing the LRH
analysis method is that signs (positive–negative bending
moments, tension–compression brace forces) are preserved,
whereas they are lost in forming the SRSS and CQC
combination in MRS analysis.

It is important to note that, like the ELF procedure and the
MRS analysis method, the LRH analysis method is used as a
basis for structural design, and not to predict how the structure
will respond to a given ground motion. Thus, in the method
provided in this section, spectrum-matched ground motions are
used in lieu of amplitude-scaled motions. The analysis may be
performed using modal superposition, or by analysis of the fully
coupled equations of motion (often referred to as direct integra-
tion response history analysis).

As discussed in Section 12.9.2.3, the LRH analysis method
requires the use of three sets of ground motions, with two
orthogonal components in each set. These motions are then
modified such that the response spectra of the modified motions
closely match the shape of the target response spectrum. Thus,
the maximum computed response in each mode is virtually
identical to the value obtained from the target response spectrum.
The only difference between the MRS analysis method and the
LRH analysis method (as developed in this section using the
spectrum-matched ground motions) is that in the MRS analysis
method the system response is computed by statistical combina-
tion (SRSS or CQC) of the modal responses and in the LRH
analysis method, the system response is obtained by direct
addition of modal responses or by simultaneous solution of the
full set of equations of motion.

C12.9.2.2 General Modeling Requirements. Three-
dimensional (3D) modeling is required for conformance with the
inherent and accidental torsion requirements of Section 12.9.2.2.2.

C12.9.2.2.1 P-Delta Effects. A static analysis is required to
determine the stability coefficients using Eq. (12.8-17). Typical-
ly, the mathematical model used to compute the quantity Δ in
Eq. (12.8-16) does not directly include P-delta effects. However,
Section 12.8.7 provides a methodology for checking compliance
with the θmax limit where P-delta effects are directly included in
the model. For dynamic analysis, an ex post facto modification of
results from an analysis that does not include P-delta effects to
one that does (approximately) include such effects is not rational.

Given that virtually all software that performs linear response
history analysis has the capability to directly include P-delta
effects, it is required that P-delta effects be included in all
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analyses, even when the maximum stability ratio at any level is
less than 0.1. The inclusion of such effects causes a lengthening
of the period of vibration of the structure, and this period should
be used for establishing the range of periods for spectrum
matching (Section 12.9.2.3.1) and for selecting the number of
modes to include in the response (Section 12.9.2.2.4).
While the P-delta effect is essentially a nonlinear phenomenon

(stiffness depends on displacements and displacements depend
on stiffness), such effects are often “linearized” by forming a
constant geometric stiffness matrix that is created from member
forces generated from an initial gravity load analysis (Wilson and
Habibullah 1987; Wilson 2004). This approach works for both
the modal superposition method and the direct analysis method.
It is noted, however, that there are some approximations in this
method, principally the way the global torsional component of
P-delta effects is handled. The method is of sufficient accuracy in
analysis for which materials remain elastic. Where direct inte-
gration is used, a more accurate response can be computed by
iteratively updating the geometric stiffness at each time step or by
iteratively satisfying equilibrium about the deformed configura-
tion. In either case, the analysis is in fact “nonlinear,” but it is
considered as a linear analysis in Section 12.9.2 because material
properties remain linear.
For 3D models, it is important to use a realistic spatial

distribution of gravity loads because such a distribution is
necessary to capture torsional P-delta effects.

C12.9.2.2.2 Accidental Torsion. The required 5% offset of the
center of mass need not be applied in both orthogonal directions
at the same time. Direct modeling of accidental torsion by
offsetting the center of mass is required to retain the signs
(positive–negative bending moments, tension–compression
forces in braces). In addition to the four mathematical models
with mass offsets, a fifth model without accidental torsion
(including only inherent torsion) must also be prepared. The
model without accidental torsion is needed as the basis for
scaling results as required in Section 12.9.2.5. Though not a
requirement of the LRH analysis method, the analyst may also
compare the modal characteristics (periods, mode shapes) to the
systems with and without accidental mass eccentricity to gauge
the sensitivity of the structure to accidental torsional response.

C12.9.2.2.3 Foundation Modeling. Foundation flexibility may
be included in the analysis. Where such modeling is used, the
requirements of Section 12.13.3 should be satisfied. Additional
guidance on modeling foundation effects may be found in
Nonlinear Structural Analysis for Seismic Design: A Guide for
Practicing Engineers (NIST 2010).

C12.9.2.2.4 Number of Modes to Include in Modal Response
History Analysis. Where modal response history analysis is used,
it is common to analyze only a subset of the modes. In the past,
the number of modes to analyze has been determined such that a
minimum of 90% of the effective mass in each direction is
captured in the response. An alternate procedure that produces
participation of 100% of the effective mass is to represent all
modes with periods less than 0.05 s in a single rigid body mode
having a period of 0.05 s. In direct analysis, the question of the
number of modes to include does not arise because the system
response is computed without modal decomposition.
An example of a situation where it would be difficult to obtain

90% of the mass in a reasonable number of modes is reported in
Chapter 4 of FEMA P-751 (2013), which presents the dynamic
analysis of a 12-story building over a 1-story basement. When the
basement walls and grade-level diaphragm were excluded from
the model, 12 modes were sufficient to capture 90% of the

effective mass. When the basement was modeled as a stiff first
story, it took more than 120 modes to capture 90% of the total
mass (including the basement and the ground-level diaphragm).
It is noted in the Chapter 4 discussion that when the full structure
was modeled and only 12 modes were used, the member forces
and system deformations obtained were virtually identical to
those obtained when 12 modes were used for the fixed-base
system (modeled without the podium).
If modal response history analysis is used and it is desired to

use a mathematical model that includes a stiff podium, it might be
beneficial to use Ritz vectors in lieu of eigenvectors (Wilson
2004). Another approach is the use of the “static correction
method,” in which the responses of the higher modes are
determined by a static analysis instead of a dynamic analysis
(Chopra 2007). The requirement in Section 12.9.2.2.4 of includ-
ing all modes with periods of less than 0.05 s as a rigid body
mode is in fact an implementation of the static correction method.

C12.9.2.2.5 Damping. Where modal superposition analysis is
used, 5% damping should be specified for each mode because it
is equal to the damping used in the development of
the response spectrum specified in Section 11.4.6 and in
Section 21.1.3. Where direct analysis is used, it is possible but
not common to form a damping matrix that provides uniform
damping across all modes (Wilson and Penzien 1972). It is more
common to use a mass and stiffness proportional damping matrix
(i.e., Rayleigh damping), but when this is done, the damping ratio
may be specified at only two periods. Damping ratios at other
periods depend on the mass and stiffness proportionality con-
stants. At periods associated with higher modes, the damping
ratios may become excessive, effectively damping out important
modes of response. To control this effect, Section 12.9.2.2.5
requires the damping in all included modes (with periods as low
as T lower) be less than or equal to 5% critical.

C12.9.2.3 Ground Motion Selection and Modification.
Response spectrum matching (also called spectral matching) is
the nonuniform scaling of an actual or artificial ground motion
such that its pseudoacceleration response spectrum closely
matches a target spectrum. In most cases, the target spectrum
is the same spectrum used for scaling actual recorded ground
motions (i.e., the ASCE 7 design spectrum). Spectral matching
can be contrasted with amplitude scaling, in which a uniform
scale factor is applied to the ground motion. The principal
advantage of spectral matching is that fewer ground motions,
compared to amplitude scaling, can be used to arrive at an
acceptable estimate of the mean response as recommended in
NIST GCR 11-918-15 (NIST 2011). Fig. C12.9-1(a) shows the
response spectra of two ground motions that have been spectral
matched, and Fig. C12.9-1(b) shows the response spectra of the
original ground motions. In both cases, the ground motions are
normalized to match the target response spectrum at a period of
1.10 s. Clearly, the two amplitude-scaled records will result in
significantly different responses, whereas analysis using the
spectrum-matched records will be similar. As described later,
however, there is enough variation in the response using
spectrum-matched records to require the use of more than one
record in the response history analysis.
A variety of methods is available for spectrum matching, and the

reader is referred to Hancock et al. (2006) for details. Additional
information on use of spectrum-matched ground motions in re-
sponse history analysis is provided by Grant and Diaferia (2012).

C12.9.2.3.1 Procedure for Spectrum Matching. Experience with
spectrummatching has indicated that it is easier to get a good match
when the matching period extends beyond the period range of
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interest. It is for this reason that spectrum matching is required over
the range 0.8T lower to 1.2Tupper. For the purposes of this section, a
good match is defined when the ordinates of the average (arithmetic
mean) of the computed acceleration spectrum from the matched
records in each direction does not fall above or below the target
spectrum by more than 10% over the period range of interest.

C12.9.2.4 Application of Ground Acceleration Histories.
One of the advantages of linear response history analysis is
that analyses for gravity loads and for ground shaking may be
computed separately and then combined in accordance with
Section 12.4.2. Where linear response history analysis is
performed in accordance with Section 12.9.2, it is required
that each direction of response for each ground motion be
computed independently. This requirement is based on the
need to apply different scaling factors in the two orthogonal
directions. Analyses with and without accidental torsion are
required to be run for each ground motion. Thus, the total
number of response histories that need to be computed is 18.
(For each ground motion, one analysis is needed in each direction
without mass eccentricity, and two analyses are needed in each
direction to account for accidental torsion. These six cases times
three ground motions give 18 required analyses.)

C12.9.2.5 Modification of Response for Design. The dynamic
responses computed using spectrum-matched motions are elastic
responses and must be modified for inelastic behavior.

For force-based quantities, the design base shear computed
from the dynamic analysis must not be less than the base shear
computed using the equivalent lateral force procedure. The
factors ηX and ηY , computed in Section 12.9.2.5.2, serve that
purpose. Next, the force responses must be multiplied by Ie and
divided by R. This modification, together with the application of
the ELF scale factors, is accomplished in Section 12.9.2.5.3.

For displacement base quantities, it is not required to normal-
ize to ELF, and computed response history quantities need be
multiplied only by the appropriate Cd∕R in the direction of
interest. This step is accomplished in Section 12.9.2.5.4.

Whereas accidental torsion is not required for determining the
maximum elastic base shear, which is used only for determining
the required base shear scaling, it is required for all analyses that
are used to determine design displacements and member forces.

C12.9.2.6 Enveloping of Force Response Quantities. Forces
used in design are the envelope of forces computed from all
analyses. Thus, for a brace, the maximum tension and the
maximum compression forces are obtained. For a beam-
column, envelope values of axial force and envelope values of

bending moment are obtained, but these actions do not likely
occur at the same time, and using these values in checking
member capacity is not rational. The preferred approach is to
record the histories of axial forces and bending moments, and to
plot their traces together with the interaction diagram of the
member. If all points of the force trace fall inside the interaction
diagram, for all ground motions analyzed, the design is sufficient.
An alternate is to record member demand to capacity ratio
histories (also called usage ratio histories), and to base the
design check on the envelope of these values.

C12.10 DIAPHRAGMS, CHORDS, AND COLLECTORS

This section permits choice of diaphragm design in accordance
with either Sections 12.10.1 and 12.10.2 provisions or the new
provisions of Section 12.10.3. Section 12.10.3 is mandatory for
precast concrete diaphragms in buildings assigned to SDC C, D,
E, or F and is optional for precast concrete diaphragms in SDC B
buildings, cast-in-place concrete diaphragms, and wood dia-
phragms. The required mandatory use of Section 12.10.3 for
precast diaphragm systems in SDC C through F buildings is
based on recent research that indicates that improved earthquake
performance can thus be attained. Many conventional diaphragm
systems designed in accordance with Sections 12.10.1 and
12.10.2 have performed adequately. Continued use of Sections
12.10.1 and 12.10.2 is considered reasonable for diaphragm
systems other than those for which Section 12.10.3 is mandated.

C12.10.1 Diaphragm Design. Diaphragms are generally treated
as horizontal deep beams or trusses that distribute lateral forces to
the vertical elements of the seismic force-resisting system. As deep
beams,diaphragmsmustbedesigned to resist the resultant shear and
bending stresses. Diaphragms are commonly compared to girders,
with the roof or floor deck analogous to the girder web in resisting
shear, and the boundary elements (chords) analogous to the flanges
of the girder in resisting flexural tension and compression. As in
girder design, the chord members (flanges) must be sufficiently
connected to the body of the diaphragm (web) to prevent separation
and to force the diaphragm to work as a single unit.

Diaphragms may be considered flexible, semirigid, or rigid.
The flexibility or rigidity of the diaphragm determines how
lateral forces are distributed to the vertical elements of the
seismic force-resisting system (see Section C12.3.1). Once the
distribution of lateral forces is determined, shear and moment
diagrams are used to compute the diaphragm shear and chord
forces. Where diaphragms are not flexible, inherent and acciden-
tal torsion must be considered in accordance with Section 12.8.4.

FIGURE C12.9-1. Spectral Matching vs. Amplitude-Scaled Response Spectra
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Diaphragm openings may require additional localized rein-
forcement (subchords and collectors) to resist the subdiaphragm
chord forces above and below the opening and to collect shear
forces where the diaphragm depth is reduced (Fig. C12.10-1).
Collectors on each side of the opening drag shear into the
subdiaphragms above and below the opening. The subchord and
collector reinforcement must extend far enough into the adjacent
diaphragm to develop the axial force through shear transfer. The
required development length is determined by dividing the axial
force in the subchord by the shear capacity (in force/unit length)
of the main diaphragm.
Chord reinforcement at reentrant corners must extend far

enough into the main diaphragm to develop the chord force
through shear transfer (Fig. C12.10-2). Continuity of the chord
members also must be considered where the depth of the dia-
phragm is not constant.
In wood and metal deck diaphragm design, framing members

are often used as continuity elements, serving as subchords and
collector elements at discontinuities. These continuity members
also are often used to transfer wall out-of-plane forces to the main
diaphragm, where the diaphragm itself does not have the capacity
to resist the anchorage force directly. For additional discussion,
see Sections C12.11.2.2.3 and C12.11.2.2.4.

C12.10.1.1 Diaphragm Design Forces. Diaphragms must be
designed to resist inertial forces, as specified in Eq. (12.10-1),
and to transfer design seismic forces caused by horizontal offsets
or changes in stiffness of the vertical resisting elements. Inertial
forces are those seismic forces that originate at the specified
diaphragm level, whereas the transfer forces originate above the
specified diaphragm level. The redundancy factor, ρ, used for
design of the seismic force-resisting elements also applies to
diaphragm transfer forces, thus completing the load path.

C12.10.2.1 CollectorElementsRequiringLoadCombinations
Including Overstrength for Seismic Design Categories C
through F. The overstrength requirement of this section is

intended to keep inelastic behavior in the ductile elements of
the seismic force-resisting system (consistent with the response
modification coefficient, R) rather than in collector elements.

C12.10.3 Alternative Design Provisions for Diaphragms,
Including Chords and Collectors. The provisions of
Section 12.10.3 are being mandated for precast concrete
diaphragms in buildings assigned to SDC C, D, E, or F and are
being offered as an alternative to those of Sections 12.10.1 and
12.10.2 for other precast concrete diaphragms, cast-in-place
concrete diaphragms, and wood-sheathed diaphragms supported
by wood framing. Diaphragms designed by Sections 12.10.1 and
12.10.2 have generally performed adequately in past earthquakes.
The level of diaphragm design force from Sections 12.10.1 and
12.10.2 may not ensure, however, that diaphragms have sufficient
strength and ductility to mobilize the inelastic behavior of vertical
elements of the seismic force-resisting system. Analytical and
experimental results show that actual diaphragm forces over
much of the height of a structure during the design-level
earthquake may be significantly greater than those from Sections
12.10.1 and 12.10.2, particularly when diaphragm response is near-
elastic. There are material-specific factors that are related to
overstrength and deformation capacity that may account for the
adequate diaphragm performance in past earthquakes. The
provisions of Section 12.10.3 consider both the significantly
greater forces observed in near-elastic diaphragms and the antici-
pated overstrength and deformation capacity of diaphragms,
resulting in an improved distribution of diaphragm strength over
the height of buildings and among buildings with different types of
seismic force-resisting systems.
Based on experimental and analytical data and observations of

building performance in past earthquakes, changes are warranted
to the procedures of Sections 12.10.1 and 12.10.2 for some types
of diaphragms and for some locations within structures. Exam-
ples include the large diaphragms in some parking garages.
Section 12.10.3, Item 1, footnote b to Table 12.2-1 permits

reduction in the value of Ω0 for structures with flexible dia-
phragms. The lowered Ω0 results in lower diaphragm forces,
which is not consistent with experimental and analytical obser-
vations. Justification for footnote b is not apparent; therefore, to
avoid the inconsistency, the reduction is eliminated when using
the Section 12.10.3 design provisions.
Section 12.10.3, item 2: The ASCE 7-10 Section 12.3.3.4

provision requiring a 25% increase in design forces for certain
diaphragm elements in buildings with several listed irregularities is
eliminated when using the Section 12.10.3 design provisions
because the diaphragm design force level in this section is based
on realistic assessment of anticipated diaphragm behavior. Under
the Sections 12.10.1 and 12.10.2 design provisions, the 25%
increase is invariably superseded by the requirement to amplify
seismic design forces for certain diaphragm elements by Ω0;, the
only exception is wood diaphragms, which are exempt from theΩ0
multiplier.
Section 12.10.3, items 3 and 4: Section 12.10.3.2 provides

realistic seismic design forces for diaphragms. Section 12.10.3.4
requires that diaphragm collectors be designed for 1.5 times the
force level used for diaphragm in-plane shear and flexure. Based on
these forces, the use of a ρ factor greater than one for collector
design is not necessary and would overly penalize designs. The unit
value of the redundancy factor is retained for diaphragms designed
by the force level given in Sections 12.10.1 and 12.10.2. This value
is reflected in the deletion of item 7 and the addition of diaphragms
to item 5. For transfer diaphragms, see Section 12.10.3.3.
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FIGURE C12.10-2 Diaphragm with a Reentrant Corner
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FIGURE C12.10-1 Diaphragm with an Opening

572 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C12.10.3.1 Design. This provision is a rewrite of ASCE 7-10,
Sections 12.10.1 and 12.10.2. The phrase “diaphragms including
chords, collectors, and their connections to the vertical elements”
is used consistently throughout the added or modified provisions,
to emphasize that its provisions apply to all portions of a
diaphragm. It is also emphasized that the diaphragm is to be
designed for motions in two orthogonal directions.

C12.10.3.2 Seismic Design Forces for Diaphragms, Including
Chords and Collectors. Eq. (12.10-4) makes the diaphragm
seismic design force equal to the weight tributary to the
diaphragm, wpx, times a diaphragm design acceleration
coefficient, Cpx, divided by a diaphragm design force reduction
factor, Rs, which is material-dependent and whose background is
given in Section C12.10.3.5. The background to the diaphragm
design acceleration coefficient, Cpx, is given below.

The diaphragm design acceleration coefficient at any height of
the building can be determined from linear interpolation, as
indicated in Fig. 12.10-2.

The diaphragm design acceleration coefficient at the building
base, Cp0, equals the peak ground acceleration consistent with the
design response spectrum in ASCE 7-10, Section 11.4.5, times
the Importance Factor Ie. Note that the term 0.4SDS can be
calculated from Eq. (11.4-5) by making T = 0.

The diaphragm design acceleration coefficient at 80% of the
structural height, Cpi, given by Eqs. (12.10-8) and (12.10-9),
reflects the observation that at about this height, floor accelerations
are largely, but not solely, contributed by the first mode of response.
In an attempt to provide a simple design equation, coefficient Cpi
was formulated as a function of the design base shear coefficient,
Cs, of ASCE 7-10, which may be determined from equivalent static
analysis or modal response spectrum analysis of the structure. Note
that Cs includes a reduction by the response modification factor, R,
of the seismic force-resisting system. It is magnified back up by the
overstrength factor, Ω0, of the seismic force-resisting system
because overstrength will generate higher first-mode forces in the
diaphragm. In many lateral systems, at 80% of the building height,
the contribution of the second mode is negligible during linear
response, and during nonlinear response it is typically small, though
nonnegligible. In recognition of this observation, the diaphragm
seismic design coefficient at this height has been made a function of
the first mode of response only, and the contribution of this mode
has been factored by 0.9Γm1 as a weighed value between contribu-
tions at the first-mode effective height (approximately 2/3 of the
building height) and the building height.

Systems that make use of high R-factors, such as buckling,
restrained braced frames (BRBFs) and moment-resisting frames
(MRFs), show that in the lower floors the higher modes add to the
accelerations, whereas the contribution of the first mode is
minimal. For this reason, the coefficient Cpi needs to have a
lower bound. A limit of Cp0 has been chosen; it makes the lower
floor acceleration coefficients independent of R. Wall systems are
unlikely to be affected by this lower limit on Cpi.

At the structural height, hn, the diaphragm design acceleration
coefficient, Cpn, given by Eq. (12.10-7), reflects the influence of
the first mode, amplified by system overstrength, and of the higher
modes without amplification on the floor acceleration at this
height. The individual terms are combined using the square root
of the sum of the squares. The overstrength amplification of the
first mode recognizes that the occurrence of an inelastic mecha-
nism in the first mode is an anticipated event under the design
earthquake, whereas inelastic mechanisms caused by higher mode
behavior are not anticipated. The higher mode seismic response
coefficient, Cs2, is computed as the smallest of the values given by
Eqs. (12.10-10), (12.10-11), and (12.10-12a) or (12.10-12b).

These four equations consider that the periods of the higher
modes contributing to the floor acceleration can lie on the
ascending, constant, or first descending branch of the design
response spectrum shown in ASCE 7-10, Fig. 11.4-1. Users are
warned against extracting higher modes from their modal analysis
of buildings and using them in lieu of the procedure presented in
Section 12.10.3.2.1 because the higher mode contribution to floor
accelerations can come from a number of modes, particularly
when there is lateral-torsional coupling of the modes.

Note that Eq. (12.10-7) makes use of the modal contribution
factor defined here as the mode shape ordinate at the building
height times the modal participation factor and is uniquely
defined for each mode of response (Chopra 1995). A building
database was compiled to obtain approximate equations for the
first mode and higher mode contribution factors. The first and
second translational modes, as understood in the context of two-
dimensional modal analysis, were extracted from the mode
shapes obtained from three-dimensional modal analysis by
considering modal ordinates at the center of mass. These build-
ings had diverse lateral systems, and the number of stories ranged
from 3 to 23. Eqs. (12.10-13) and (12.10-14) were empirically
calibrated from simple two-dimensional models of realistic
frame-type and wall-type buildings and then compared
with data extracted from the database (Fig. C12.10-3). In
Eq. (12.10-7), Cpn is required to be no less than Cpi, based on
judgment, in order to eliminate instances where the design
acceleration at roof level might be lower than that at 0.8hn. This
cap will particularly affect low-zs systems such as BRBFs.

γ

γ

FIGURE C12.10-3 Comparison of Factors Γm1 and Γm2 Obtained
from Analytical Models and Actual Structures with Those

Predicted by Eqs. (12.10-13) and (12.10-14)
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To validate Eq. (12.10-4), coefficients Cpx were calculated for
various buildings tested on a shake table. Figs. C12.10-4 and
C12.10-5 plot the floor acceleration envelopes and the floor
accelerations predicted from Eq. (12.10-4) with Rs = 1 for
two buildings built at full scale and tested on a shake table
(Panagiotou et al. 2011, Chen et al. 2015), with Cp0 defined as
the diaphragm design acceleration coefficient at the structure base
and Cpx defined as the diaphragm design acceleration coefficient at
level x. Measured floor accelerations are reasonably predicted by
Eq. (12.10-4). Research work by Choi et al. (2008) concluded that
buckling-restrained braced frames are very effective in limiting
floor accelerations in buildings arising from higher mode effects.
This finding is reflected in this proposal, where the mode shape

factor zs has been made the smallest for buckling-restrained braced
frame systems. Fig. C12.10-6 compares average floor accelerations
obtained from the nonlinear time history analyses of four buildings
(two steel buckling-restrained braced frame systems and two steel
special moment frame systems) when subjected to an ensemble of
spectrum-compatible earthquakes with floor accelerations comput-
ed from Eqs. (12.10-4) and (12.10-5). The proposed design
equations predict the accelerations in the uppermost part of the
building and in the lowest levels reasonably well.
The significant difference between a low-zs system such as the

BRBF and a high-zs system such as a bearing wall system is that
inelastic deformations are distributed throughout the height of the
structure in a low-zs system, whereas they are concentrated at the
base of the structure in a high-zs system. If rational analysis can
be performed to demonstrate that inelastic deformations are in
fact distributed along the height of the structure, as is often the
case with eccentrically braced frame or coupled shear wall
systems, then the use of a low zs value, as has been assigned
to the BRBF for such a system, would be justified.
During the calibration of the design procedure leading to

Eq. (12.10-4), it was found that at intermediate levels in lateral
systems designed using large response modification coefficients,
diaphragm design forces given by this equation could be rather
low. There was consensus within the BSSC PUC Issue Team that
developed Section 12.10.3 that diaphragm design forces should
not be taken as less than the minimum force currently prescribed
by ASCE 7-10, and hence they developed Eq. (12.10-5).
The procedure presented in Section 12.10.3 is based on consid-

eration of buildings and structures whose mass distribution is
reasonably uniform along the building height. Buildings or struc-
tures with tapered mass distribution along their height or with
setbacks in their upper levels may experience diaphragm forces
in the upper levels that are greater than those derived from
Eq. (12.10-4). In such buildings and structures, it is preferable to
define an effective building height, hne, and a corresponding level,
ne, the level to which the structural effective height is measured.
The effective number of levels in a building, ne, is defined as level x
where the ratio

P
x
i= 1 wi∕

P
n
i= 1 wi first exceeds 0.95. Level 1 is

defined as the first level above the base. The effective structural

FIGURE C12.10-4 Comparison of Measured Floor Accelerations and Accelerations Predicted by Eq. (12.10-4) for a Seven-Story Bearing
Wall Building

Source: Panagiotou et al. 2011.

FIGURE C12.10-5 Comparison of Measured Floor Accelerations
and Accelerations Predicted by Eq. (12.10-4) for a Five-Story

Special Moment-Resisting Frame Building
Source: (left) Courtesy of Michelle Chen; (right) Adapted from
Chen et al. (2015).
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height, hne, is the height of the building measured from the base to
level ne. In buildings with tapered mass distribution or setbacks, the
diaphragm design acceleration coefficient, Cpn, is calculated by
interpolation and extrapolation, as shown in Fig. C12.10-7, with n
replaced by ne in Eqs. (12.10-10) through (12.10-14).

C12.10.3.3 Transfer Forces in Diaphragms. All diaphragms
are subject to inertial forces caused by the weight tributary to the
diaphragm. Where the relative lateral stiffnesses of vertical seismic
force-resisting elements vary from story to story, or the vertical
seismic force-resisting elements have out-of-plane offsets, lateral
forces in the vertical elements need to be transferred through the
diaphragms as part of the load path between vertical elements

above and below the diaphragm. These transfer forces are in
addition to the inertial forces and can at times be quite large.

For structures that have a horizontal structural irregularity of
Type 4 in Table 12.3-1, the magnitude of the transfer forces is
largely dependent upon the overstrength in the offset vertical
elements of the seismic force-resisting system. Therefore, the
transfer force caused by the offset is required to be amplified by
the overstrength factor, Ω0, of the seismic force-resisting system.
The amplified transfer force is to be added to the inertial force
for the design of this portion of the diaphragm.

Transfer forces can develop in many other diaphragms, even
within regular buildings; the design of diaphragms with such
transfer forces can be for the sum of the transfer forces, unam-
plified, and the inertial forces.

C12.10.3.4 Collectors—Seismic Design Categories C
through F. For structures in Seismic Design Categories C
through F, ASCE 7-10, Section 12.10.2.1 specifies the use of
forces including the overstrength factor, Ω0, for design of
diaphragm collectors and their connections to vertical
elements of the seismic force-resisting system. The intent of
this requirement is to increase collector forces in order to help
ensure that collectors will not be the weak links in the seismic
force-resisting system.

In this section the collector force is instead differentiated by
using a multiplier of 1.5. This is a smaller multiplier than has been
used in the past, but it is justified because the diaphragm forces are
more accurately determined by Eq. (12.10-4). For collector ele-
ments of diaphragms that carry transfer forces caused by out-of-
plane offsets of the vertical elements of the seismic force-resisting
system, only the inertia force is amplified by 1.5; the transfer forces,
already amplified by Ω0, are not further amplified by 1.5.

Some seismic force-resisting systems, such as braced frames
and moment frames, have a fairly well defined lateral strength
corresponding to a well-defined yield mechanism. When collec-
tors deliver seismic forces to such systems, it is not sensible to

FIGURE C12.10-6 Comparison of Measured Floor Accelerations with Proposed Eqs. (12.10-4) and (12.10-5) for Steel Buckling-Restrained
Braced Frame and Special Moment-Resisting Frame Buildings

Source: Adapted from Choi et al. 2008

FIGURE C12.10-7 Diaphragm Design Acceleration Coefficient Cpx

for Buildings with Nonuniform Mass Distribution
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have to design the collectors for forces higher than those
corresponding to the lateral strength of the supporting elements
in the story below. This is why the cap on collector design forces
is included. The lateral strength of a braced frame or moment
frame may be calculated using the same methods as are used for
determining whether a weak-story irregularity is present
(Table 12.3-2). It should be noted that only the moment frames
or braced frames below the collector are to be considered in
calculating the upper-bound collector design force. The shear
strength of the gravity columns and the lateral strength of the
frames above are not included.
The design forces in diaphragms that deliver forces to collec-

tors can also be limited by the maximum forces that can be
generated in those collectors by the moment frames or braced
frames below.

C12.10.3.5 Diaphragm Design Force Reduction
Factor. Despite the fact that analytical and shake table
studies indicate higher diaphragm accelerations than currently
used in diaphragm design, many commonly used diaphragm
systems, including diaphragms designed under a number of U.S.
building codes and editions, have a history of excellent
earthquake performance. With limited exceptions, diaphragms
have not been reported to have performed below the life-safety
intent of building code seismic design provisions in past
earthquakes. Based on this history, it is felt that, for many
diaphragm systems, no broad revision is required to the
balance between demand and capacity used for design of
diaphragms under current ASCE 7 provisions. In view of this
observation, it was recognized that the analytical studies and
diaphragm testing from which the higher accelerations and
design forces were being estimated used diaphragms that were
elastic or near-elastic in their response. Commonly used
diaphragm systems are recognized to have a wide range of
overstrength and inelastic displacement capacity (ductility). It
was recognized that the effect of the varying diaphragm systems
on seismic demand required evaluation and incorporation into the
proposed diaphragm design forces. Eq. (12.10-4) incorporates
the diaphragm overstrength and inelastic displacement capacity
through the use of the diaphragm force reduction factor, Rs. This
factor is most directly based on the global ductility capacity of the
diaphragm system; however, the derivation of the global ductility
capacity inherently also captures the effect of diaphragm
overstrength.

For diaphragm systems with inelastic deformation capacity
sufficient to permit inelastic response under the design earth-
quake, the diaphragm design force reduction factor, Rs, is
typically greater than 1.0, so that the design force demand,
Fpx, is reduced relative to the force demand for a diaphragm
that remains linear elastic under the design earthquake. For
diaphragm systems that do not have sufficient inelastic deforma-
tion capacity, Rs should be less than 1.0, or even 0.7, so that
linear-elastic force-deformation response can be expected under
the risk-targeted maximum considered earthquake (MCER).
Diaphragms with Rs values greater than 1.0 shall have the

following characteristics: (1) a well-defined, specified yield
mechanism, (2) global ductility capacity for the specified yield
mechanism, which exceeds anticipated ductility demand for the
risk-targeted maximum considered earthquake, and (3) sufficient
local ductility capacity to provide for the intended global ductility
capacity, considering that the specified yield mechanism may
require concentrated local inelastic deformations to occur. The
following discussion addresses these characteristics and the
development of Rs-factors in detail.
A diaphragm system with an Rs value greater than 1.0 should

have a specified, well-defined yield mechanism, for which both
the global strength and the global deformation capacity can be
estimated. For some diaphragm systems, a shear-yield mecha-
nism may be appropriate, whereas for other diaphragm systems, a
flexural-yield mechanism may be appropriate.
Fig. C12.10-8(a) shows schematically the force-deformation

(Fdia − Δdia) response of a diaphragm with significant inelastic
deformation capacity. The figure illustrates the response of a
diaphragm system, such as a wood diaphragm or a steel deck
diaphragm, which is not expected to exhibit a distinct yield point,
so that an effective yield point (FY-eff and ΔY-eff ) needs to be
defined. For wood diaphragms and steel deck diaphragms, the
figure illustrates one way to define the effective yield point. The
stiffness of a test specimen is defined by the secant stiffness
through a point corresponding to 40% of the peak strength
(Fpeak). The effective yield point (FY-eff and ΔY-eff ) for a dia-
phragm is defined by the secant stiffness through 0.4Fpeak and the
nominal diaphragm strength reduced by a strength reduction
factor (ϕFn), as shown in the figure. The Fdia − Δdia response is
then idealized with a bilinear model, using the effective yield
point (FY-eff and ΔY-eff ) and Fpeak and the corresponding defor-
mation Δpeak as shown in the figure.

FIGURE C12.10-8. Diaphragm Inelastic Response Models for (a) a Diaphragm System That Is Not Expected to Exhibit a Distinct Yield Point
and (b) a Diaphragm System That Does Exhibit a Distinct Yield Point
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Fig. C12.10-8(b) shows schematically the force-deformation
(Fdia − Δdia) response of a diaphragm with significant inelastic
deformation capacity, which is expected to have nearly linear
Fdia − Δdia response up to a distinct yield point, such as a cast-
in-place reinforced concrete diaphragm. For this type of dia-
phragm system, the effective yield point can be taken as the
actual yield point (FY-actual and ΔY-actual) of the diaphragm
(accounting for diaphragm material overstrength and not includ-
ing a strength reduction factor (ϕ)).

The global (or system) deformation capacity of a diaphragm
system (Δcap) should be estimated from analyses of test data. The
force-deformation (Fdia − Δdia) response shown schematically in
Figs. C12.10-8(a) and C12.10-8(b) is the global force-deformation
behavior.

In some cases, tests provide directly the global deformation
capacity, but more often, tests provide only the local response,
including the strength and deformation capacity, of diaphragm
components and connections. When tests provide only the local
deformation capacity, analyses of typical diaphragms should be
made to estimate the global deformation capacity of these
diaphragms. These analyses should consider: (1) the specified
yield mechanism, (2) the local force-deformation response data
from tests, (3) the typical distributions of design strength and
internal force demands across the diaphragm, and (4) any other
factors that may require concentrated local inelastic deformation
to occur when the intended yield mechanism forms.

After the global force-deformation (Fdia − Δdia) response of a
diaphragm has been estimated, the global deformation capacity
(Δcap) can be determined. In Fig. C12.10-8(a), for example, Δcap
can be taken as Δpeak, which is the deformation corresponding to
the strength (Fpeak). For some diaphragm systems, it may be
acceptable to take the deformation corresponding to 80% of Fpeak
(i.e., postpeak) as Δcap.

Only a selected portion of the deformation capacity of a
diaphragm (Δcap) should be used under the design earthquake
in recognition of two major concerns: (1) the diaphragm must
perform adequately under the MCER, which has a design spectrum
50% more intense than the design earthquake design spectrum, and
(2) significant inelastic deformation under the design earthquake
may result in undesirable damage to the diaphragm. As a rough
estimate, the diaphragm deformation capacity under the design
earthquake (ΔD-cap) should be limited to approximately one-half to
two-thirds of the deformation capacity Δcap.

To develop the diaphragm force reduction factor, Rs, the
diaphragm global deformation capacity should be expressed as
a global ductility capacity (μcap), which equals the deformation
capacity (Δcap) divided by the effective yield deformation
(ΔY-eff ). The corresponding diaphragm design ductility capacity
(μD-cap) equals ΔD-cap∕ΔY-eff .

From the diaphragm global deformation capacity and corre-
sponding ductility capacity, an appropriate Rs factor can be
estimated. Use of the estimated Rs factor in design should result
in diaphragm ductility demands that do not exceed the ductility
capacity that was used to estimate Rs. The force reduction factor is
ideally derived from system-specific studies. Where such studies
are unavailable, however, some guidance on the conversion from
global ductility to force reduction is available from past studies.

Expressions that provide the force reduction factor, R, for the
seismic force-resisting system of a building corresponding to an
expected ductility demand (μdem) have been proposed by numer-
ous research teams. Numerous factors, including vibration peri-
od, inherent damping, deformation hardening (stiffness after the
effective yield point), and hysteretic energy dissipation under
cyclic loading, have been considered in developing these expres-
sions. Two such expressions, which are based on elastoplastic

force-deformation response under cyclic loading (Newmark and
Hall 1982), are as follows: (1) R= ð2μdem − 1Þ0.5, applicable to
short-period systems, and (2) R= μdem, applicable to systems
with longer periods. The first function, known as the equal
energy rule, gives a smaller value of R for a given value of
μdem; the second function, known as the equal displacement rule,
is also widely used.

Figs. C12.10-8(a) and C12.10-8(b) summarize an approach to
estimating Rs as follows:

1. For the selected value of Rs, the diaphragm deformation
demand under the design earthquake (ΔD-dem) should not
exceed the diaphragm design deformation capacity
(ΔD-cap). This design constraint, expressed in terms of
diaphragm ductility, requires that the diaphragm ductility
demand under the design earthquake (μD-dem) should not
exceed the diaphragm design ductility capacity (μD-cap).

2. The largest value of R that can be justified for a given
diaphragm design deformation capacity is obtained by
setting the ductility demand (μD-dem) equal to the design
ductility capacity (μD-cap) and determining R from a func-
tion that provides R for a given μdem. For example, if
μD-cap = 2.5, then μD-dem is set equal to 2.5 and the corre-
sponding R= 2 from the equal energy rule or R= 2.5 from
the equal displacement rule.

3. R from step (2) is the ratio of the force demand for a linear
elastic diaphragm (Fpx-el) to the effective yield strength of
the diaphragm (FY-eff ). For a diaphragm system that is not
expected to exhibit a distinct yield point (Fig. C12.10-8a),
FY-eff equals the factored nominal diaphragm strength
(ϕFn). For a diaphragm system that is expected to exhibit
a distinct yield point (Fig. C12.10-8b), FY-eff equals the
actual yield strength (FY-actual), accounting for diaphragm
material overstrength and not including the strength
reduction factor (ϕ).

4. Rs is, however, defined as the ratio of the force demand for
a linear elastic diaphragm (Fpx-el) to the design force
demand (Fpx). The diaphragm must be designed such that
the design force demand (Fpx) is less than or equal to the
factored nominal diaphragm strength (ϕFn).

5. For a diaphragm system without a distinct yield point
(Fig. C12.10-8(a)) that has the minimum strength
(Fpx =ϕFn), Rs equals R from step (2). For a diaphragm
system with a distinct yield point (Fig. C12.10-8(b)), which
has the minimum strength (Fpx =ϕFn), Rs equals R from
step (2) multiplied by the ratio FY-eff∕ϕFn.

Diaphragm force reduction factors, Rs, have been developed
for some commonly used diaphragm systems. The derivation of
factors for each of these systems is explained in detail in the
following commentary sections. For each, the specific design
standard considered in the development of the Rs factor is
specified. The resulting Rs factors are specifically tied to the
design and detailing requirements of the noted standard because
these play a significant role in setting the ductility and over-
strength of the diaphragm system. For this reason, the applica-
bility of the Rs factor to diaphragms designed using other
standards must be specifically considered and justified.

Cast-in-Place Concrete Diaphragms. The Rs values in
Table 12.10-1 address cast-in-place concrete diaphragms
designed in accordance with ACI 318.

IntendedMechanism. Flexural yielding is the intended yield
mechanism for a reinforced concrete diaphragm. Where this
can be achieved, designation as a flexure-controlled diaphragm
and use of the corresponding Rs factor in Table 12.10-1 is
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appropriate. There are many circumstances, however, where
the development of a well-defined yielding mechanism is not
possible because of diaphragm geometry (aspect ratio or
complex diaphragm configuration), in which case, designation
as a shear-controlled diaphragm and use of the lower Rs factor
is required.
Derivation of Diaphragm Force Reduction Factor. Test

results for reinforced concrete diaphragms are not available in the
literature. Test results for shear walls under cyclic lateral loading
were considered. The critical regions of shear wall test specimens
usually have high levels of shear force, moment, and flexural
deformation demands; high levels of shear force are known to
degrade the flexural ductility capacity. The flexural ductility
capacity of shear wall test specimens under cyclic lateral loading
was used to estimate the flexural ductility capacity of reinforced
concrete diaphragms, using the previously described method
based on Newmark and Hall (1982).
Based on shear wall test results, the estimated global flexural

ductility capacity of a reinforced concrete diaphragm is 3, based
on the actual yield displacement (ΔY-actual) of the test specimens.
The design ductility capacity is taken as 2/3 of the ductility
capacity; the design ductility capacity (μD-cap) is 2.
Setting the ductility demand (μdem) equal to the design ductili-

ty capacity (μD-cap) and using the equal energy rule, the force
reduction factor R is R= ð2μdem − 1Þ0.5 = 1.73.
Rs equals R multiplied by the ratio FY-eff∕ϕFn. FY-eff is taken

equal to FY-actual, which is assumed to be 1.1Fn and ϕ equals 0.9.
Therefore, Rs = 2.11, which is rounded to 2.
Because of the geometric characteristics of a building or other

factors, such as minimum reinforcement requirements, it is not
possible to design some reinforced concrete diaphragms to yield
in flexure. Such diaphragms are termed “shear controlled” to
indicate that they are expected to yield in shear. Shear-controlled
reinforced concrete diaphragms should be designed to remain
essentially elastic under the design earthquake, with their avail-
able global ductility held in reserve for safety under the MCER.
Based on the following considerations, Rs is specified as 1.5

for shear-controlled reinforced concrete diaphragms: Reinforced-
concrete diaphragms have performed well in past earthquakes.
ACI-318 specifies ϕ of 0.75 or 0.6 for diaphragm shear strength
and limits the concrete contribution to the shear strength to only
2ðf 0cÞ0.5. In addition, reinforced concrete floor slabs often have
gravity load reinforcement that is not considered in determining
the diaphragm shear strength. Therefore, shear-controlled rein-
forced concrete diaphragms are expected to have significant
overstrength. The ratio FY-eff∕ϕFn for a reinforced concrete
diaphragm, where FY-eff is taken equal to FY-actual, is expected

to exceed 1.5, which is the rationale for Rs = 1.5, even though
μdem is assumed to be 1 for the design earthquake.
Precast Concrete Diaphragms. TheRs values inTable 12.10-1

address precast concrete diaphragms designed in accordance with
ACI 318.
Derivation of Diaphragm Force Reduction Factors. The

diaphragm force reduction factors, Rs, in Table 12.10-1 for
precast concrete diaphragms were established based on the
results of analytical earthquake simulation studies conducted
within a multiple-university project: Diaphragm Seismic Design
Methodology (DSDM) for Precast Concrete Diaphragms
(Fleischman et al. 2013). In this research effort, diaphragm
design force levels have been aligned with the diaphragm
deformation capacities specifically for precast concrete dia-
phragms. Three different design options were proposed accord-
ing to different design performance targets, as indicated in
Table C12.10-1. The relationships between diaphragm design
force levels and diaphragm local/global ductility demands have
been established in the DSDM research project. These relation-
ships have been used to derive the Rs for precast concrete
diaphragms in Table 12.10-1.
Diaphragm Rdia-μglobal-μlocal Relationships. Extensive ana-

lytical studies have been performed (Fleischman et al. 2013) to
develop the relationship of Rdia-μglobal-μlocal. Rdia is the
diaphragm force reduction factor (similar to the Rs in
Table 12.10-1) measured from the required elastic diaphragm
design force at MCER level. μglobal is the diaphragm global
ductility demand, and μlocal is the diaphragm local connector
ductility demand measured at MCE level. Fig. C12.10-9 shows
the μglobal-μlocal and Rdia-μglobal analytical results for different
diaphragm aspect ratios (AR) and proposed linear equations
derived from the data.
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FIGURE C12.10-9. Relationships: (a) μglobal-μlocal and (b) Rdia -μglobal

Table C12.10-1. Diaphragm Design Performance Targets

Options

Flexure Shear

DE MCER DE and MCER

EDO Elastic Elastic Elastic
BDO Elastic Inelastic Elastic
RDO Inelastic Inelastic Elastic

Note: DE, design earthquake, MCER, risk-targeted maximum considered
earthquake, EDO, elastic design objective; BDO, basic design objective; and
RDO, reduced design objective.
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Diaphragm Force Reduction Factor (Rs). Using the equa-
tions in Fig. C12.10-9, the Rs can be calculated for different
diaphragm design options provided that the diaphragm local
reinforcement ductility capacity is known. In the DSDM re-
search, precast diaphragm connectors have been extensively
tested (Fleischman et al. 2013) and have been qualified into
three categories: high deformability elements (HDEs), moderate
deformability elements (MDEs), and low deformability elements
(LDEs), which are required as a minimum for designs using the
reduced design objective (RDO), the basic design objective
(BDO), and the elastic design objective (EDO), respectively.
The local deformation and ductility capacities for diaphragm
connector categories are shown in Table C12.10-2. Considering
that the proposed diaphragm design force level [Eq. (12.10-1)]
targets elastic diaphragm response at the design earthquake,
which is equivalent to design using BDO where μlocal = 3.5 at
MCER (see Table C12.10-2), the available diaphragm global
ductility capacity has to be reduced from Fig. C12.10-9(a),
acknowledging more severe demands in the MCER,

μglobal,red = 0.17ðμlocal − 3.5Þ þ 1 (C12.10-1)

Accordingly, the Rs-factor can be modified from
Fig. C12.10-9(b) (see Table C12.10-2):

Rs = 0.67μglobal,red þ 0.33 (C12.10-2)

Diaphragm Shear Overstrength Factor. Precast diaphragms
typically exhibit ductile flexural response but brittle shear re-
sponse. In order to avoid brittle shear failure, elastic shear
response targets are required for both flexure-controlled and
shear-controlled systems at design earthquake and MCER levels.
Thus, a shear overstrength factor, Ωv, is required for diaphragm

shear design. For EDO design, since the diaphragm is expected to
remain elastic under the MCER, no shear overstrength is needed.
Fig. C12.10-10 shows the analytical results for required shear
overstrength factors for BDO and RDO (shown as marks).
A simplified conservative equation is proposed as (see black
lines in Fig. C12.10-10):

Ωv = 1.4Rs (C12.10-3)

Wood-Sheathed Diaphragms. The Rs values given in
Table 12.10-1 are for wood-sheathed diaphragms designed in
accordance with Special Design Provisions for Wind and Seismic
(AWC 2008).

Intended Mechanism. Wood-sheathed diaphragms are shear-
controlled, with design strength determined in accordance with
AWC (2008) and the shear behavior based on the sheathing-
to-framing connections. Wood diaphragm chord members are
unlikely to form flexural mechanisms (ductile or otherwise)
because of the overstrength inherent in axially loaded members
designed in accordance with applicable standards.

Derivation of Diaphragm Design Force Reduction Factor.
An Rs factor of 3 is assigned in Table 12.10-1, based on
diaphragm test data (APA 1966, 2000, DFPA 1954, 1963) and
analytical studies. The available testing includes diaphragm
spans (loaded as simple-span beams) ranging from 24 to 48 ft
(7.3 to 14.6 m), aspect ratios ranging between 1 and 3.3, and
diaphragm construction covering a range of construction types
including blocked and unblocked construction, and regular and
high-load diaphragms. The loading was applied with a series of
point loads at varying spacing; however, the loading was rea-
sonably close to uniform. Whereas available diaphragm testing
was monotonic, based on shear wall loading protocol studies
(Gatto and Uang 2002), it is believed that the monotonic load-
deflection behavior is reasonably representative of the cyclic
load-deflection envelope, suggesting that it is appropriate to use
monotonic load-deflection behavior in the estimation of over-
strength, ductility, and displacement capacity.

Analytical studies using nonlinear response history analysis
evaluated the relationship between global ductility and dia-
phragm force reduction factor for a model wood building. The
analysis identified the resulting diaphragm force reduction factor
as ranging from just below 3 to significantly in excess of 5.
A force reduction factor of 3 was selected so that diaphragm
design force levels would generally not be less than determined
in accordance with provisions of Section 12.10.

The calibration approach for selection ofRs of 3was considered
appropriate to limit conditions where diaphragm force levels
would drop below those determined in accordance with
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FIGURE C12.10-10 Diaphragm Shear Overstrength Factor, Ωv vs. Aspect Ratio, AR, for Different Numbers of Stories, N: (a) BDO; (b) RDO
Source: Fleischman et al. 2013.

Table C12.10-2 Diaphragm Force Reduction Factors, Rs

Options

Diaphragm
Connector
Category δlocal (in.) μlocal μglobal μglobal,red Rs

EDO LDE 0.06 1.0 1.0 0.58 0.7
BDO MDE 0.2 3.5 1.4 1.0 1.0
RDO HDE 0.4 7.0 2.0 1.6 1.4

Note: EDO, elastic design objective; LDE, low deformability elements; BDO,
basic design objective; MDE, moderate deformability elements; RDO re-
duced design objective, and HDE, high deformability elements.
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Section 12.10. Thiswas due in part to historical experience of good
diaphragm performance across a range of wood diaphragm types,
even though test data showed varying levels of ductility and
deformation capacity. Tests of nailed wood diaphragms showed
significant but varying levels of overstrength. It is recognized that
even further variation of overstrength will result from

• Presence of floor coverings or toppings and their attachment
or bond to diaphragm sheathing,

• Presence of wall to floor framing nailing through diaphragm
sheathing, and

• Presence of adhesives in combination with required sheath-
ing nailing (commonly used for purposes of mitigating floor
vibration, increasing floor stiffness for gravity loading, and
reducing the potential for squeaking).

These sources of overstrength are not considered to be detri-
mental to overall diaphragm performance.

C12.11 STRUCTURAL WALLS AND THEIR
ANCHORAGE

As discussed in Section C1.4, structural integrity is important
not only in earthquake-resistant design but also in resisting
high winds, floods, explosion, progressive failure, and even
such ordinary hazards as foundation settlement. The detailed
requirements of this section address wall-to-diaphragm
integrity.

C12.11.1 Design for Out-of-Plane Forces. Because they are
often subjected to local deformations caused by material shrinkage,
temperature changes, and foundation movements, wall connections
require some degree of ductility to accommodate slight movements
while providing the required strength.
Although nonstructural walls are not subject to this require-

ment, they must be designed in accordance with Chapter 13.

C12.11.2 Anchorage of Structural Walls and Transfer of
Design Forces into Diaphragms or Other Supporting
Structural Elements. There are numerous instances in U.S.
earthquakes of tall, single-story, and heavy walls becoming
detached from supporting roofs, resulting in collapse of walls
and supported bays of roof framing (Hamburger and McCormick
2004). The response involves dynamic amplification of ground
motion by response of the vertical system and further dynamic
amplification from flexible diaphragms. The design forces for
Seismic Design Category D and higher have been developed
over the years in response to studies of specific failures. It is
generally accepted that the rigid diaphragm value is reasonable
for structures subjected to high ground motions. For a simple
idealization of the dynamic response, these values imply that the
combined effects of inelastic action in the main framing system
supporting the wall, the wall (acting out of plane), and the anchor
itself correspond to a reduction factor of 4.5 from elastic response
to an MCER motion, and therefore the value of the response
modification coefficient, R, associated with nonlinear action in
the wall or the anchor itself is 3.0. Such reduction is generally not
achievable in the anchorage itself; thus, it must come from
yielding elsewhere in the structure, for example, the vertical
elements of the seismic force-resisting system, the diaphragm, or
walls acting out of plane. The minimum forces are based on the
concept that less yielding occurs with smaller ground motions
and less yielding is achievable for systems with smaller values of
R, which are permitted in structures assigned to Seismic Design
Categories B and C. The minimum value of R in structures
assigned to Seismic Design Category D, except cantilever

column systems and light-frame walls sheathed with materials
other than wood structural panels, is 3.25, whereas the minimum
values of R for Categories B and C are 1.5 and 2.0, respectively.
Where the roof framing is not perpendicular to anchored walls,

provision needs to be made to transfer both the tension and sliding
components of the anchorage force into the roof diaphragm.
Where a wall cantilevers above its highest attachment to, or near,
a higher level of the structure, the reduction factor based on the
height within the structure, ð1þ 2z∕hÞ∕3, may result in a lower
anchorage force than appropriate. In such an instance, using a
value of 1.0 for the reduction factor may be more appropriate.

C12.11.2.1 Wall Anchorage Forces. Diaphragm flexibility
can amplify out-of-plane accelerations so that the wall
anchorage forces in this condition are twice those defined in
Section 12.11.1.

C12.11.2.2 Additional Requirements for Anchorage of
Concrete or Masonry Structural Walls to Diaphragms in
Structures Assigned to Seismic Design Categories C through F

C12.11.2.2.1 Transfer of Anchorage Forces into Diaphragm.
This requirement, which aims to prevent the diaphragm from
tearing apart during strong shaking by requiring transfer of
anchorage forces across the complete depth of the diaphragm,
was prompted by failures of connections between tilt-up concrete
walls and wood panelized roof systems in the 1971 San Fernando
earthquake.
Depending on diaphragm shape and member spacing, numer-

ous suitable combinations of subdiaphragms, continuous tie
elements, and smaller sub-subdiaphragms connecting to larger
subdiaphragms and continuous ties are possible. The configura-
tions of each subdiaphragm (or sub-subdiaphragm) provided
must comply with the simple 2.5-to-1 length-to-width ratio, and
the continuous tie must have adequate member and connection
strength to carry the accumulated wall anchorage forces. The 2.5-
to-1 aspect ratio is applicable to subdiaphragms of all materials,
but only when they serve as part of the continuous tie system.

C12.11.2.2.2 Steel Elements of Structural Wall Anchorage Sys-
tem. A multiplier of 1.4 has been specified for strength design of
steel elements to obtain a fracture strength of almost 2 times the
specified design force (where ϕt is 0.75 for tensile rupture).

C12.11.2.2.3 Wood Diaphragms. Material standards for wood
structural panel diaphragms permit the sheathing to resist shear

Girder line
(typically also
continuity ties)

Sub-diaphragm
chords

Sub-diaphragm

Main diaphragm #1

Main diaphragm #1
chords

Purlins
(typical)

Sub-diaphragm
chords Main diaphragm #2

Typical sub-diaphragm
for out-of-plane forces

Opening Opening

FIGURE C12.11-1 Typical Subdiaphragm Framing
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forces only; use of diaphragm sheathing to resist direct tension or
compression forces is not permitted. Therefore, seismic out-
of-plane anchorage forces from structural walls must be transferred
into framing members (such as beams, purlins, or subpurlins) using
suitable straps or anchors. For wood diaphragms, it is common to
use local framing and sheathing elements as subdiaphragms to
transfer the anchorage forces into more concentrated lines of drag
or continuity framing that carry the forces across the diaphragm and
hold the building together. Fig. C12.11-1 shows a schematic plan
of typical roof framing using subdiaphragms.

Fasteners that attach wood ledgers to structural walls are
intended to resist shear forces from diaphragm sheathing attached
to the ledger that act longitudinally along the length of the ledger
but not shear forces that act transversely to the ledger, which tend
to induce splitting in the ledger caused by cross-grain bending.
Separate straps or anchors generally are provided to transfer out-
of-plane wall forces into perpendicular framing members.

Requirements of Section 12.11.2.2.3 are consistent with re-
quirements of AWC SDPWS, SDPWS-15 (2014) Section 4.1.5.1
but also apply to wood use in diaphragms that may fall outside
the scope of AWC SDPWS. Examples include use of wood
structural panels attached to steel bar joists or metal deck attached
to wood nailers.

C12.11.2.2.4 Metal Deck Diaphragms. In addition to transfer-
ring shear forces, metal deck diaphragms often can resist direct
axial forces in at least one direction. However, corrugated metal
decks cannot transfer axial forces in the direction perpendicular
to the corrugations and are prone to buckling if the unbraced
length of the deck as a compression element is large. To manage
diaphragm forces perpendicular to the deck corrugations, it is
common for metal decks to be supported at 8- to 10-ft (2.4- to
3.0-m) intervals by joists that are connected to walls in a manner
suitable to resist the full wall anchorage design force and to carry
that force across the diaphragm. In the direction parallel to the
deck corrugations, subdiaphragm systems are considered near the
walls; if the compression forces in the deck become large relative
to the joist spacing, small compression reinforcing elements are
provided to transfer the forces into the subdiaphragms.

C12.11.2.2.5 Embedded Straps. Steel straps may be used in
systems where heavy structural walls are connected to wood or
steel diaphragms as the wall-to-diaphragm connection system. In
systems where steel straps are embedded in concrete or masonry
walls, the straps are required to be bent around reinforcing bars in

the walls, which improve their ductile performance in resisting
earthquake load effects (e.g., the straps pull the bars out of the wall
before the straps fail by pulling out without pulling the reinforcing
bars out). Consideration should be given to the probability that light
steel straps have been used in past earthquakes and have developed
cracks or fractures at the wall-to-diaphragm framing interface
because of gaps in the framing adjacent to the walls.

C12.11.2.2.6 Eccentrically Loaded Anchorage System. Wall
anchors often are loaded eccentrically, either because the anchor-
age mechanism allows eccentricity or because of anchor bolt or
strap misalignment. This eccentricity reduces the anchorage
connection capacity and hence must be considered explicitly in
design of the anchorage. Fig. C12.11-2 shows a one-sided roof-
to-wall anchor that is subjected to severe eccentricity because of a
misplaced anchor rod. If the detail were designed as a concentric
two-sided connection, this condition would be easier to correct.

C12.11.2.2.7 Walls with Pilasters. The anchorage force at pila-
sters must be calculated considering two-way bending in wall
panels. It is customary to anchor the walls to the diaphragms
assuming one-way bending and simple supports at the top and
bottom of the wall. However, where pilasters are present in the
walls, their stiffening effect must be taken into account. The panels
between pilasters are typically supported along all panel edges.
Where this support occurs, the reaction at the top of the pilaster
is the result of two-way action of the panel and is applied directly to
the anchorage supporting the top of the pilaster. The anchor load at
the pilaster generally is larger than the typical uniformly distributed
anchor load between pilasters. Fig. C12.11-3 shows the tributary
area typically used to determine the anchorage force for a pilaster.

Anchor points adjacent to the pilaster must be designed for the
full tributary loading, conservatively ignoring the effect of the
adjacent pilaster.

FIGURE C12.11-2 Plan View of Wall Anchor with Misplaced
Anchor Rod

Tributary area of
wall on pilaster for
pilaster anchorage design

Wall yield line
45°

Top of parapet

Roof li
ne

Pilasteranchorage

FIGURE C12.11-3 Tributary Area Used to Determine Anchorage
Force at Pilaster
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C12.12 DRIFT AND DEFORMATION

As used in the standard, deflection is the absolute lateral dis-
placement of any point in a structure relative to its base, and
design story drift, Δ, is the difference in deflection along the
height of a story (i.e., the deflection of a floor relative to that of
the floor below). The drift, Δ, is calculated according to the
procedures of Section 12.8.6. (Sections 12.9.2 and 16.1 give
procedures for calculating displacements for modal response
spectrum and linear response history analysis procedures, re-
spectively; the definition of Δ in Section 11.3 should be used).
Calculated story drifts generally include torsional contribu-

tions to deflection (i.e., additional deflection at locations of the
center of rigidity at other than the center of mass caused by
diaphragm rotation in the horizontal plane). The provisions allow
these contributions to be neglected where they are not significant,
such as in cases where the calculated drifts are much less than the
allowable story drifts, Δa, no torsional irregularities exist, and
more precise calculations are not required for structural separa-
tions (see Sections C12.12.3 and C12.12.4).
The deflections and design story drifts are calculated using the

design earthquake ground motion, which is two-thirds of the risk-
targeted maximum considered earthquake (MCER) ground motion.
The resulting drifts are therefore likely to be underestimated.
The design base shear, V , used to calculate Δ is reduced by the

response modification coefficient, R. Multiplying displacements by
the deflection amplification factor, Cd, is intended to correct for this
reduction and approximate inelastic drifts corresponding to the
design response spectrum unreduced by R. However, it is recog-
nized that use of values ofCd less than R underestimates deflections
(Uang and Maarouf 1994). Also Sections C12.8.6.2 and C12.9.1.4
deal with the appropriate base shear for computing displacements.
For these reasons, the displacements calculated may not

correspond well to MCER ground motions. However, they are
appropriate for use in evaluating the structure’s compliance with
the story drift limits put forth in Table 12.12-1 of the standard.
There are many reasons to limit drift; the most significant are

to address the structural performance of member inelastic strain
and system stability and to limit damage to nonstructural com-
ponents, which can be life-threatening. Drifts provide a direct but
imprecise measure of member strain and structural stability.
Under small lateral deformations, secondary stresses caused by
the P-delta effect are normally within tolerable limits (see
Section C12.8.7). The drift limits provide indirect control of
structural performance.
Buildings subjected to earthquakes need drift control to limit

damage to partitions, shaft and stair enclosures, glass, and other
fragile nonstructural components. The drift limits have been
established without regard to economic considerations such as
a comparison of present worth of future repairs with additional
structural costs to limit drift. These are matters for building
owners and designers to address.
The allowable story drifts, Δa, of Table 12.12-1 reflect the

consensus opinion of the ASCE 7 Committee taking into account
the life-safety and damage control objectives described in the
aforementioned commentary. Because the displacements in-
duced in a structure include inelastic effects, structural damage
as the result of a design-level earthquake is likely. This notion
may be seen from the values of Δa stated in Table 12.12-1. For
other structures assigned to Risk Category I or II, the value of Δa
is 0.02hsx, which is about 10 times the drift ordinarily allowed
under wind loads. If deformations well in excess of Δa were to
occur repeatedly, structural elements of the seismic force-resist-
ing system could lose so much stiffness or strength that they
would compromise the safety and stability of the structure.

To provide better performance for structures assigned to Risk
Category III or IV, their allowable story drifts, Δa, generally are
more stringent than for those assigned to Risk Category I or II.
However, those limits are still greater than the damage thresholds
for most nonstructural components. Therefore, though the per-
formance of structures assigned to Risk Category III or IV should
be improved, there may be considerable damage from a design-
level earthquake.
The allowable story drifts, Δa, for structures a maximum of

four stories above the base are relaxed somewhat, provided that
the interior walls, partitions, ceilings, and exterior wall systems
have been designed to accommodate story drifts. The type of
structure envisioned by footnote d in Table 12.12-1 would be
similar to a prefabricated steel structure with metal skin.
The values ofΔa set forth in Table 12.12-1 apply to each story.

For some structures, satisfying strength requirements may pro-
duce a system with adequate drift control. However, the design of
moment-resisting frames and of tall, narrow shear walls or braced
frames often is governed by drift considerations. Where design
spectral response accelerations are large, seismic drift considera-
tions are expected to control the design of midrise buildings.

C12.12.3 Structural Separation. This section addresses the
potential for impact from adjacent structures during an
earthquake. Such conditions may arise because of construction on
or near a property line or because of the introduction of separations
within a structure (typically called “seismic joints”) for the purpose
of permitting their independent response to earthquake ground
motion. Such joints may effectively eliminate irregularities and
large force transfers between portions of the building with
different dynamic properties.
The standard requires the distance to be “sufficient to avoid

damaging contact under total deflection.” It is recommended that
the distance be computed using the square root of the sum of the
squares of the lateral deflections. Such a combination method
treats the deformations as linearly independent variables. The
deflections used are the expected displacements (e.g., the antici-
pated maximum inelastic deflections including the effects of
torsion and diaphragm deformation). Just as these displacements
increase with height, so does the required separation. If the
effects of impact can be shown not to be detrimental, the required
separation distances can be reduced.
For rigid shear wall structures with rigid diaphragms whose

lateral deflections cannot be reasonably estimated, the NEHRP
provisions (FEMA 2009a) suggest that older code requirements for
structural separations of at least 1 in. (25 mm) plus 1/2 in. (13 mm)
for each 10 ft (3 m) of height above 20 ft (6 m) be followed.

C12.12.4 Members Spanning between Structures. Where a
portionof the structure is seismically separated from its support, the
design of the support requires attention to ensure that support is
maintained as the two portions move independently during
earthquake ground motions. To prevent loss of gravity support
for members that bridge between the two portions, the relative
displacement must not be underestimated. Displacements
computed for verifying compliance with drift limits [Eq. (12.8-
15)] and structural separations [Eq. (12.12-1)] may be insufficient
for this purpose.
The provision gives four requirements to ensure that displace-

ment is not underestimated:

1. The deflections calculated using Eq. (12.8-15) are multi-
plied by 1.5R∕Cd to correct for likely underestimation of
displacement by the equation. The factor of 1.5 corrects for
the 2/3 factor that is used in the calculation of seismic base
shear, V , by reducing the base shear from the value based
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on the MCER ground motion (Section 11.4.4). Multiplying
by R∕Cd corrects for the fact that values of Cd less than R
underestimate deflections (Uang and Maarouf 1994).

2. The deflections are calculated for torsional effects, includ-
ing amplification factors. Diaphragm rotation can add
significantly to the center-of-mass displacements calculat-
ed using Eq. (12.8-15).

3. Displacements caused by diaphragm deformations are
required to be calculated, as in some types of construction
where the deformation during earthquake ground motions
of the diaphragm can be considerable.

4. The absolute sum of displacements of the two portions is
used instead of a modal combination, such as with
Eq. (12.12-2), which would represent a probable value.

It is recognized that displacements so calculated are likely to
be conservative. However, the consequences of loss of gravity
support are likely to be severe, and some conservatism is deemed
appropriate.

C12.12.5 Deformation Compatibility for Seismic Design
Categories D through F. In regions of high seismicity, many
designers apply ductile detailing requirements to elements that are
intended to resist seismic forces but neglect such practices for
nonstructural components, or for structural components that are
designed to resist only gravity forces but must undergo the same
lateral deformations as the designated seismic force-resisting
system. Even where elements of the structure are not intended
to resist seismic forces and are not detailed for such resistance, they
can participate in the response and may suffer severe damage as a
result. This provision requires the designer to provide a level of
ductile detailing or proportioning to all elements of the structure
appropriate to the calculated deformation demands at the design
story drift, Δ. This provision may be accomplished by applying
details in gravity members similar to those used in members of the
seismic force-resisting system or by providing sufficient strength in
those members, or by providing sufficient stiffness in the overall
structure to preclude ductility demands in those members.

In the 1994 Northridge earthquake, such participation was a
cause of several failures. A preliminary reconnaissance report of
that earthquake (EERI 1994) states the following:

Of much significance is the observation that six of the
seven partial collapses (in modern precast concrete
parking structures) seem to have been precipitated by
damage to the gravity load system. Possibly, the
combination of large lateral deformation and vertical
load caused crushing in poorly confined columns that
were not detailed to be part of the lateral load resisting
system. Punching shear failures were observed in some
structures at slab-to-column connections, such as at the
Four Seasons building in Sherman Oaks. The primary
lateral load resisting system was a perimeter ductile frame
that performed quite well. However, the interior slab–
column system was incapable of undergoing the same
lateral deflections and experienced punching failures.

This section addresses such concerns. Rather than relying on
designers to assume appropriate levels of stiffness, this section
explicitly requires that the stiffening effects of adjoining rigid
structural and nonstructural elements be considered and that a
rational value of member and restraint stiffness be used for the
design of structural components that are not part of the seismic
force-resisting system.

This section also includes a requirement to address shears that
can be induced in structural components that are not part of the

seismic force-resisting system because sudden shear failures
have been catastrophic in past earthquakes.

The exception is intended to encourage the use of intermediate
or special detailing in beams and columns that are not part of the
seismic force-resisting system. In return for better detailing, such
beams and columns are permitted to be designed to resist
moments and shears from unamplified deflections. This design
approach reflects observations and experimental evidence that
well-detailed structural components can accommodate large
drifts by responding inelastically without losing significant
vertical load-carrying capacity.

C12.13 FOUNDATION DESIGN

C12.13.1 Design Basis. In traditional geotechnical engineering
practice, foundation design is based on allowable stresses, with
allowable foundation load capacities, Qas, for dead plus live
loads based on limiting static settlements, which provides a large
factor of safety against exceeding ultimate capacities. In this
practice, allowable soil stresses for dead plus live loads often are
increased arbitrarily by one-third for load combinations that
include wind or seismic forces. That approach is overly
conservative and not entirely consistent with the design basis
prescribed in Section 12.1.5, since it is not based on explicit
consideration of the expected strength and dynamic properties of
the site soils. Strength design of foundations in accordance with
Section 12.13.5 facilitates more direct satisfaction of the design
basis.

Section 12.13.1.1 provides horizontal load effect, Eh, values
that are used in Section 12.4.2 to determine foundation load
combinations that include seismic effects. Vertical seismic load
effects are still determined in accordance with Section 12.4.2.2.

Foundation horizontal seismic load effect values specified in
Section 12.13.1.1 are intended to be used with horizontal seismic
forces, QE , defined in Section 12.4.2.1.

C12.13.3 Foundation Load-Deformation Characteristics.
For linear static and dynamic analysis methods, where foundation
flexibility is included in the analysis, the load-deformation behavior
of the supporting soil should be represented by an equivalent elastic
stiffness using soil properties that are compatible with the soil strain
levels associated with the design earthquake motion. The strain-
compatible shear modulus, G, and the associated strain-compatible
shear wave velocity, vs, needed for the evaluation of equivalent
elastic stiffness are specified in Chapter 19 of the standard or can be
based on a site-specific study. Although inclusion of soil flexibility
tends to lengthen the fundamental period of the structure, it should
not change the maximum period limitations applied when
calculating the required base shear of a structure.

A mathematical model incorporating a combined superstructure
and foundation system is necessary to assess the effect of foundation
and soil deformations on the superstructure elements. Typically,
frequency-independent linear springs are included in the mathemat-
ical model to represent the load-deformation characteristics of the
soil, and the foundation components are either explicitly modeled
(e.g., mat foundation supporting a configuration of structural walls)
or are assumed to be rigid (e.g., spread footing supporting a column).
In specific cases, a springmay be used tomodel both the soil and the
foundation component (e.g., grade beams or individual piles).

For dynamic analysis, the standard requires a parametric
evaluation with upper and lower bound soil parameters to
account for the uncertainty in as-modeled soil stiffness and in
situ soil variability and to evaluate the sensitivity of these
variations on the superstructure. Sources of uncertainty include
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variability in the rate of loading, including the cyclic nature of
building response, level of strain associated with loading at the
design earthquake (or stronger), idealization of potentially non-
linear soil properties as elastic, and variability in the estimated
soil properties. To a lesser extent, this variation accounts for
variability in the performance of the foundation components,
primarily when a rigid foundation is assumed or distribution of
cracking of concrete elements is not explicitly modeled.
Commonly used analysis procedures tend to segregate the

“structural” components of the foundation (e.g., footing, grade
beam, pile, and pile cap) from the supporting (e.g., soil) com-
ponents. The “structural” components are typically analyzed
using standard strength design load combinations and method-
ologies, whereas the adjacent soil components are analyzed using
allowable stress design (ASD) practices, in which earthquake
forces (that have been reduced by R) are considered using ASD
load combinations, to make comparisons of design forces versus
allowable capacities. These “allowable” soil capacities are typi-
cally based on expected strength divided by a factor of safety, for
a given level of potential deformations.
When design of the superstructure and foundation components

is performed using strength-level load combinations, this tradi-
tional practice of using allowable stress design to verify soil
compliance can become problematic for assessing the behavior
of foundation components. The 2009 NEHRP provisions (FEMA
2009a) contain two resource papers (RP 4 and RP 8) that provide
guidance on the application of ultimate strength design proce-
dures in the geotechnical design of foundations and the devel-
opment of foundation load-deformation characterizations for
both linear and nonlinear analysis methods. Additional guidance
on these topics is contained in ASCE 41 (2014b).

C12.13.4 Reduction of Foundation Overturning. Since the
vertical distribution of horizontal seismic forces prescribed for
use with the equivalent lateral force procedure is intended to
envelope story shears, the resulting base overturning forces can
be exaggerated in some cases. (See Section C12.13.3.) Such
overturning will be over-estimated where multiple vibration modes
are excited, so a 25 percent reduction in overturning effects is
permitted for verification of soil stability. This reduction is not
permitted for inverted pendulum or cantilevered column type
structures, which typically have a single mode of response.
Since the modal response spectrum analysis procedure more

accurately reflects the actual distribution of base shear and over-
turning moment, the permitted reduction is reduced to 10 percent.

C12.13.5 Strength Design for Foundation Geotechnical
Capacity. This section provides guidance for determination of
nominal strengths, resistance factors, and acceptance criteria
when the strength design load combinations of Section 12.4.2
are used, instead of allowable stress load combinations, to check
stresses at the soil–foundation interface.

C12.13.5.1.1 Soil Strength Parameters. If soils are saturated or
anticipated to become so, undrained soil properties might be used
for transient seismic loading, even though drained strengths may
have been used for static or more sustained loading. For
competent soils that are not expected to degrade in strength
during seismic loading (e.g., due to partial or total liquefaction of
cohesionless soils or strength reduction of sensitive clays), use of
static soil strengths is recommended for determining the nominal
foundation geotechnical capacity, Qns, of foundations. Use of
static strengths is somewhat conservative for such soils because
rate-of-loading effects tend to increase soil strengths for transient
loading. Such rate effects are neglected because they may not

result in significant strength increase for some soil types and are
difficult to estimate confidently without special dynamic testing
programs. The assessment of the potential for soil liquefaction or
other mechanisms for reducing soil strengths is critical, because
these effects may reduce soil strengths greatly below static
strengths for susceptible soils.
The best estimated nominal strength of footings, Qns, should be

determined using accepted foundation engineering practice. In the
absence of moment loading, the ultimate vertical load capacity of a
rectangular footing of width B and length L may be written as
Qns = qcðBLÞ, where qc = ultimate soil bearing pressure.
For rigid footings subject to moment and vertical load, contact

stresses become concentrated at footing edges, particularly as
footing uplift occurs. Although the nonlinear behavior of soils
causes the actual soil pressure beneath a footing to become
nonlinear, resulting in an ultimate foundation strength that is
slightly greater than the strength that is determined by assuming a
simplified trapezoidal or triangular soil pressure distribution with
a maximum soil pressure equal to the ultimate soil pressure, qc,
the difference between the nominal ultimate foundation strength
and the effective ultimate strength calculated using these simpli-
fied assumptions is not significant.
Lateral resistance may be determined from test data, or by a

combination of lateral bearing, lateral friction, and cohesion values.
The lateral bearing values may represent values determined from
the passive strength values of soil or rock, or they may represent a
reduced “allowable” value determined to meet a defined deforma-
tion limit. Lateral friction values may represent side-friction values
caused by uplift or movement of a foundation against soils, such as
for pile uplift or a side friction caused by lateral foundation
movement, or they may represent the lateral friction resistance
that may be present beneath a foundation caused by the gravity
weight of loads that is bearing upon the supporting material.
The lateral foundation geotechnical capacity of a footing may

be assumed to be equal to the sum of the best estimated soil
passive resistance against the vertical face of the footing plus the
best estimated soil friction force on the footing base. The
determination of passive resistance should consider the potential
contribution of friction on the vertical face.
For piles, the best estimated vertical strength (for both axial

compression and axial tensile loading) should be determined
using accepted foundation engineering practice. The moment
capacity of a pile group should be determined assuming a rigid
pile cap, leading to an initial triangular distribution of axial pile
loading from applied overturning moments. However, the full
expected axial capacity of piles may be mobilized when com-
puting moment capacity, in a manner analogous to that described
for a footing. The strength provided in pile caps and intermediate
connections should be capable of transmitting the best estimated
pile forces to the supported structure. When evaluating axial
tensile strength, consideration should be given to the capability of
pile cap and splice connections to resist the factored tensile loads.
The lateral foundation geotechnical capacity of a pile group

may be assumed to be equal to the best estimated passive
resistance acting against the face of the pile cap plus the
additional resistance provided by piles.
When the nominal foundation geotechnical capacity, Qns, is

determined by in situ testing of prototype foundations, the test
program, including the appropriate number and location of test
specimens, should be provided to the authority having jurisdic-
tion by a registered design professional, based on the scope and
variability of geotechnical conditions present at the site.

C12.13.5.2 Resistance Factors. Resistance factors, ϕ, are
provided to reduce nominal foundation geotechnical capacities,
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Qns, to design foundation geotechnical capacities, ϕ Qns, to verify
foundation acceptance criteria. The values of ϕ recommended
here have been based on the values presented in the AASHTO
LRFD Bridge Design Specifications (2010). The AASHTO
values have been further simplified by using the lesser values
when multiple values are presented. These resistance factors
account not only for unavoidable variations in design,
fabrication, and erection, but also for the variability that often
is found in site conditions and test methods (AASHTO 2010).

C12.13.5.3 Acceptance Criteria. The design foundation
geotechnical capacity, ϕ Qns, is used to assess acceptability for
the linear analysis procedures. The mobilization of ultimate capacity
in nonlinear analysis procedures does not necessarily lead to
unacceptable performance because structural deformations caused
by foundation displacements may be tolerable. For the nonlinear
analysis procedures, Section 12.13.3 also requires evaluation of
structural behavior using parametric variation of foundation strength
to identify potential changes in structural ductility demands.

C12.13.6 Allowable Stress Design for Foundation
Geotechnical Capacity. In traditional geotechnical
engineering practice, foundation design is based on allowable
stresses, with allowable foundation load capacities, Qas, for dead
plus live loads based on limiting static settlements, which
provides a large factor of safety against exceeding ultimate
capacities. In this practice, allowable soil stresses for dead
plus live loads often are increased arbitrarily by one-third for
load combinations that include wind or seismic forces. That
approach may be both more conservative and less consistent than
the strength design basis prescribed in Section 12.1.5, since it is
not based on explicit consideration of the expected strength and
dynamic properties of the site soils.

C12.13.7 Requirements for Structures Assigned to Seismic
Design Category C

C12.13.7.1 Pole-Type Structures. The high contact pressures
that develop between an embedded pole and soil as a result of
lateral loads make pole-type structures sensitive to earthquake
motions. Pole-bending strength and stiffness, the soil lateral
bearing capacity, and the permissible deformation at grade
level are key considerations in the design. For further
discussion of pole–soil interaction, see Section C12.13.8.7.

C12.13.7.2 Foundation Ties. One important aspect of
adequate seismic performance is that the foundation system
acts as an integral unit, not permitting one column or wall to
move appreciably to another. To attain this performance, the
standard requires that pile caps be tied together. This requirement
is especially important where the use of deep foundations is
driven by the existence of soft surface soils.

Multistory buildings often have major columns that run the full
height of the building adjacent to smaller columns that support
only one level; the calculated tie force should be based on the
heavier column load.

The standard permits alternate methods of tying foundations
together when appropriate. Relying on lateral soil pressure on
pile caps to provide the required restraint is not a recommended
method because ground motions are highly dynamic and may
occasionally vary between structure support points during a
design-level seismic event.

C12.13.7.3 Pile Anchorage Requirements. The pile anchorage
requirements are intended to prevent brittle failures of the
connection to the pile cap under moderate ground motions.
Moderate ground motions can result in pile tension forces or

bending moments that could compromise shallow anchorage
embedment. Loss of pile anchorage could result in increased
structural displacements from rocking, overturning instability,
and loss of shearing resistance at the ground surface. A concrete
bond to a bare steel pile section usually is unreliable, but connection
by means of deformed bars properly developed from the pile cap
into concrete confined by a circular pile section is permitted.

C12.13.8 Requirements for Structures Assigned to Seismic
Design Categories D through F

C12.13.8.1 Pole-Type Structures. See Section C12.13.7.1.

C12.13.8.2 Foundation Ties. See Section C12.13.7.2. For
Seismic Design Categories D through F, the requirement is
extended to spread footings on soft soils (Site Class E or F).

C12.13.8.3 General Pile Design Requirement. Design of piles
is based on the same response modification coefficient, R, used in
design of the superstructure; because inelastic behavior results, piles
should be designed with ductility similar to that of the
superstructure. When strong ground motions occur, inertial pile–
soil interaction may produce plastic hinging in piles near the bottom
of the pile cap, and kinematic soil–pile interaction results in bending
moments and shearing forces throughout the length of the pile,
being higher at interfaces between stiff and soft soil strata. These
effects are particularly severe in soft soils and liquefiable soils, so
Section 14.2.3.2.1 requires special detailing in areas of concern.

The shears and curvatures in piles caused by inertial and
kinematic interaction may exceed the bending capacity of con-
ventionally designed piles, resulting in severe damage. Analysis
techniques to evaluate pile bending are discussed by Margason
and Holloway (1977) and Mylonakis (2001), and these effects on
concrete piles are further discussed by Sheppard (1983). For
homogeneous, elastic media and assuming that the pile follows
the soil, the free-field curvature (soil strains without a pile present)
can be estimated by dividing the peak ground acceleration by the
square of the shear wave velocity of the soil. Considerable
judgment is necessary in using this simple relationship for a
layered, inelastic profile with pile–soil interaction effects. Norris
(1994) discusses methods to assess pile–soil interaction.

Where determining the extent of special detailing, the designer
must consider variation in soil conditions and driven pile lengths,
so that adequate ductility is provided at potentially high curvature
interfaces. Confinement of concrete piles to provide ductility and
maintain functionality of the confined core pile during and after
the earthquake may be obtained by use of heavy spiral reinforce-
ment or exterior steel liners.

C12.13.8.4 Batter Piles. Partially embedded batter piles have
a history of poor performance in strong ground shaking, as
shown by Gerwick and Fotinos (1992). Failure of battered piles
has been attributed to design that neglects loading on the piles
from ground deformation or assumes that lateral loads are
resisted by axial response of piles without regard to moments
induced in the pile at the pile cap (Lam and Bertero 1990).
Because batter piles are considered to have limited ductility,
they must be designed using the load combinations including
overstrength. Moment-resisting connections between pile and
pile cap must resolve the eccentricities inherent in batter pile
configurations. This concept is illustrated clearly by EQE
Engineering (1991).

C12.13.8.5 Pile Anchorage Requirements. Piles should be
anchored to the pile cap to permit energy-dissipating
mechanisms, such as pile slip at the pile–soil interface, while
maintaining a competent connection. This section of the standard
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sets forth a capacity design approach to achieve that objective.
Anchorages occurring at pile cap corners and edges should be
reinforced to preclude local failure of plain concrete sections
caused by pile shears, axial loads, and moments.

C12.13.8.6 Splices of Pile Segments. A capacity design
approach, similar to that for pile anchorage, is applied to pile
splices.

C12.13.8.7 Pile–Soil Interaction. Short piles and long slender
piles embedded in the earth behave differently when subjected to
lateral forces and displacements. The response of a long slender
pile depends on its interaction with the soil considering the
nonlinear response of the soil. Numerous design aid curves and
computer programs are available for this type of analysis, which is
necessary to obtain realistic pile moments, forces, and deflections
and is common in practice (Ensoft 2004b). More sophisticated
models, which also consider inelastic behavior of the pile itself, can
be analyzed using general-purpose nonlinear analysis computer
programs or closely approximated using the pile–soil limit state
methodology and procedure given by Song et al. (2005).
Each short pile (with length-to-diameter ratios no more than 6)

can be treated as a rigid body, simplifying the analysis. A method
assuming a rigid body and linear soil response for lateral bearing
is given in the current building codes. A more accurate and
comprehensive approach using this method is given in a study by
Czerniak (1957).

C12.13.8.8 Pile Group Effects. The effects of groups of piles,
where closely spaced, must be taken into account for vertical and
horizontal response. As groups of closely spaced piles move
laterally, failure zones for individual piles overlap and horizontal
strength and stiffness response of the pile–soil system is reduced.
Reduction factors or “p-multipliers” are used to account for these
groups of closely spaced piles. For a pile center-to-center spacing
of three pile diameters, reduction factors of 0.6 for the leading
pile row and 0.4 for the trailing pile rows are recommended
by Rollins et al. (1999). Computer programs are available to
analyze group effects assuming nonlinear soil and elastic piles
(Ensoft 2004a).

C12.13.9 Requirements for Foundations on Liquefiable
Sites. This new section provides requirements for foundations
of structures that are located on sites that have been determined
to have the potential to liquefy when subjected to Geomean
Maximum Considered Earthquake ground motions. This section
complements the requirements of Section 11.8, which provides
requirements for geotechnical investigations in areaswith significant
seismic ground motion hazard with specific requirements for
additional geotechnical information and recommendations for
sites that have the potential to liquefy when subjected to the
Geomean Maximum Considered Earthquake ground motion.
Before the 2010 edition of ASCE 7 (which was based on the

2009 NEHRP Recommended Seismic Provisions for New
Buildings and Other Structures, FEMA 2009a), the governing
building code requirements for foundations where potentially
liquefiable soil conditions were present was Chapter 18 of the
International Building Code (ICC 2009). Chapter 18 of the IBC
(ICC 2009) specified the use of the design earthquake (DE)
ground motions for all structural and geotechnical evaluations for
buildings. Chapter 18 of IBC (ICC 2012) references ASCE 7-10
(2010) and deletes reference to the DE. Chapter 11 of ASCE 7-10
(2010) has new requirements that specify that Maximum Con-
sidered Earthquake (MCE) rather than the DE ground motions
should be used for geotechnical (liquefaction-related) evaluations
that are specified in IBC (ICC 2009).

The reason that the change to MCE ground motions for
liquefaction evaluations was made in ASCE 7-10 (2010) was
to make the ground motions used in the evaluations consistent
with the ground motions used as the basis for the design of
structures. Starting with the 2000 edition of the IBC (ICC 2000),
the ground motion maps provided in the code for seismic design
were MCE mapped values and not DE values. Although design
values for structures in the IBC are based on DE ground motions,
which are two-thirds of the MCE, studies (FEMA 2009b) have
indicated that structures designed for DE motions had a low
probability of collapse at MCE level motions. However, these
studies presumed nonliquefiable soil conditions. It should also be
noted that most essential structures, such as hospitals, are
required to be explicitly designed for MCE motions. Whereas
ASCE 7-10 has specific requirements for MCE-level liquefaction
evaluations, it has no specific requirements for foundation design
when these conditions exist. This lack of clear direction was the
primary reason for the development of this new section.
The requirements of this section, along with the seismic

requirements of this standard, are intended to result in structure
foundation systems that satisfy the performance goals stated in
Section 1.1 of the 2009 NEHRP Recommended Seismic Provi-
sions for New Buildings and Other Structures for structure sites
that have been determined to be liquefiable per Section 11.8.
They require mitigation of significant liquefaction-induced risks,
either through ground improvement or structural measures,
aimed at preventing liquefaction-induced building collapse and
permitting the structure and its nonstructural system to satisfy
the Section 1.1 performance goals. With the exception of Risk
Category IV Essential Facilities, the provisions do not seek to
control non-life-threatening damage to buildings that may occur
as a result of liquefaction-induced settlement. For Risk Category
IV Essential Facilities, the provisions seek to limit damage
attributable to liquefaction to levels that would permit post-
earthquake use. For example, settlement is controlled to levels
that would be expected to allow for continued operation of
doors.
There is nothing in these provisions that is intended to

preclude the Authority Having Jurisdiction from enacting more
stringent planning regulations for building on sites susceptible to
potential geologic hazards, in recognition of losses that may
occur in the event of an earthquake that triggers liquefaction.
In the first paragraph of Section 12.13.9, it is stated that the

foundation must also be designed to resist the effects of design
earthquake seismic load effects assuming that liquefaction does
not occur. This additional requirement is imposed since maxi-
mum seismic loads on a foundation during an earthquake can
occur before liquefaction. This additional requirement provides
assurance that the foundation will be adequate regardless of when
liquefaction occurs during the seismic event.
Observed Liquefaction-Related Structural Damage in Past

Earthquakes
Damage to structures from liquefaction-related settlement,

punching failure of footings, and lateral spreading has been
common in past earthquakes. Whereas total postliquefaction
settlement values have varied from several inches to several feet
(depending on the relative density and thickness of saturated sand
deposits), differential settlements depend on the uniformity of
site conditions and the depth of liquefied strata. For example, in
the 1995 Kobe, Japan, earthquake, total settlements of 1.5 to
2.5 ft (0.46 to 0.76 m) were observed but with relatively small
differential settlements.
In the 1989 Loma Prieta, California, earthquake, settlements of

as much as 2 ft (0.61 m) and lateral spreading that ranged
between 0.25 and 5 ft (0.08 and 1.5 m) were observed on the
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Moss Landing spit. The Monterey Bay Aquarium Research
Institute’s (MBARI’s) technology building was supported on
shallow foundation with ties and located some 30 ft (9.14 m)
away from the edge of the Moss Landing South Harbor. Whereas
0.25 ft (0.76 m) of lateral spreading was measured at the MBARI
building, it suffered only minor cracks. On the other hand, the
Moss Landing Marine Lab (MLML) building was located on a
different part of the spit where between 4 and 5 ft (1.22 and
1.52 m) of lateral spreading was measured. The MLML building,
which was supported on shallow foundations without ties,
collapsed as the building footings were pulled apart. The MBARI
research pier, located at the harbor, across the street from the
Technology Building, suffered no damage except for minor
spalling at the underside of the concrete deck, where the 16-in.
(406.4-mm) diameter cylindrical driven piles for the pier inter-
faced with the overlying concrete deck.

The 1999 Kocaeli, Turkey, earthquake provided numerous
examples of the relationship between liquefaction-induced soil
deformations and building and foundation damage in the city of
Adapazari. Examples include a five-story reinforced concrete
frame building on a mat foundation that settled about 0.5 ft
(0.15 m) at one corner and 5 ft (1.5 m) at the opposite corner with
related tilting associated with rigid body motion. Essentially no
foundation or structural damage was observed. In contrast,
several buildings on mat foundations underwent bearing capacity
failures and overturned. The foundation soil strength loss, evi-
denced by bulging around the building perimeter, initiated the
failures, as opposed to differential settlement caused by post-
liquefaction volume change in the former case history. In addi-
tion, lateral movements of building foundations were also ob-
served. Movements were essentially rigid body for buildings on
stiff mat foundations, and they led to no significant building
damage. For example, a five-story building experienced about
1.5 ft (0.46 m) of settlement and 3 ft (0.91 m) of lateral
displacement.

In the 2011 and 2012 Christchurch, New Zealand, earth-
quakes, significant differential settlement occurred for several
buildings on spread footings. Values of differential settlement of
1 to 1.5 ft (0.31 to 0.46 m) were measured for three- to five-story
buildings, resulting in building tilt of 2 to 3 deg. Structural
damage was less for cases where relatively strong reinforced
concrete ties between footings were used to minimize differential
settlement. Footing punching failures also occurred leading to
significant damage. For taller buildings on relatively rigid raft
foundations, differential ground settlement resulted in building
tilt, but less structural damage. In contrast, structures on pile
foundations performed relatively well.

C12.13.9.1 Foundation Design. Foundations are not allowed
to lose the strength capacity to support vertical reactions after
liquefaction. This requirement is intended to prevent bearing
capacity failure of shallow foundations and axial load failure of
deep foundations. Settlement in the event of such failures cannot
be accurately estimated and has potentially catastrophic
consequences. Such failures can be prevented by using ground
improvement or adequately designed deep foundations.

Liquefaction-induced differential settlement can result from var-
iations in the thickness, relative density, or fines content of poten-
tially liquefiable layers that occuracross the footprintof the structure.
When planning a field exploration program for a potentially liquefi-
able site, where it is anticipated that shallow foundations may be
used, the geotechnical engineer must have information on the
proposed layout of the building(s) on the site. This information is
essential to properly locating and spacing exploratory holes to obtain
an appropriate estimate of anticipated differential settlement. One

acceptable method for dealing with unacceptable liquefaction-
induced settlements is by performing ground improvement. There
are many acceptable methods for ground improvement.

C12.13.9.2 Shallow Foundations. Shallow foundations are
permitted where individual footings are tied together so that
they have the same horizontal displacements, and differential
settlements are limited or where the expected differential
settlements can be accommodated by the structure and the
foundation system. The lateral spreading limits provided in
Table 12.13-2 are based on engineering judgment and are the
judged upper limits of lateral spreading displacements that can be
tolerated while still achieving the desired performance for each
Risk Category, presuming that the foundation is well tied
together. Differential settlement is defined as δv∕L, where δv
and L are illustrated for an example structure in Fig. C12.13-1.
The differential settlement limits specified in Table 12.13-3 are
intended to provide collapse resistance for Risk Category II and
III structures.

The limit for one-story Risk Category II structures with
concrete or masonry structural walls is consistent with the drift
limit in ASCE 41 (2014b) for concrete shear walls to maintain
collapse prevention. The limit for taller structures is more
restrictive because of the effects that the tilt would have on the
floors of upper levels. This more restrictive limit is consistent
with the “moderate to severe damage” for multistory masonry
structures, as indicated in Boscardin and Cording (1989).

The limits for structures without concrete or masonry structural
walls are less restrictive and are consistent with the drift limits in
ASCE 41 (2014b) for high-ductility concrete frames to maintain
collapse prevention. Frames of lower ductility are not permitted in
Seismic Design Categories C and above, which are the only
categories where liquefaction hazards need to be assessed.

The limits for Risk Category III structures are two-thirds of
those specified for Risk Category II.

The limits for Risk Category IV are intended to maintain
differential settlements less than the distortion that will cause doors
to jam in the design earthquake. The numerical value is based on the
median value of drift (0.0023) at the onset of the damage state for
jammed doors developed for the ATC-58 project (ATC 2012),
multiplied by 1.5 to account for the dispersion and scaled to account
for the higher level of shaking in the MCE relative to the DE.

Shallow foundations are required to be interconnected by ties,
regardless of the effects of liquefaction. The additional detailing
requirements in this section are intended to provide moderate
ductility in the behavior of the ties because the adjacent founda-
tions may settle differentially. The tie force required to
accommodate lateral ground displacement is intended to be a

FIGURE C12.13-1 Example Showing Differential Settlement Terms
δv and L
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conservative assessment to overcome the maximum frictional
resistance that could occur between footings along each column
or wall line. The tie force assumes that the lateral spreading
displacement occurs abruptly midway along the column or wall
line. The coefficient of friction between the footings and under-
lying soils may be taken conservatively as 0.50. This requirement
is intended to maintain continuity throughout the substructure in
the event of lateral ground displacement affecting a portion of the
structure. The required tie force should be added to the force
determined from the lateral loads for the design earthquake in
accordance with Sections 12.8, 12.9, 12.14, or Chapter 16.

C12.13.9.3 Deep Foundations. Pile foundations are intended to
remain elastic under axial loadings, including those from gravity,
seismic, and downdrag loads. Since geotechnical design is most
frequently performed using allowable stress design (ASD)
methods, and liquefaction-induced downdrag is assessed at an
ultimate level, the requirements state that the downdrag is
considered as a reduction in the ultimate capacity. Since
structural design is most frequently performed using load and
resistance factor design (LRFD) methods, and the downdrag is
considered as a load for the pile structure to resist, the requirements
clarify that the downdrag is considered as a seismic axial load, to
which a factor of 1.0 would be applied for design.
The ultimate geotechnical capacity of the pile should be

determined using only the contribution from the soil below the
liquefiable layer. The net ultimate capacity is the ultimate
capacity reduced by the downdrag load (Fig. C12.13-2).
Lateral resistance of the foundation system includes resistance

of the piles as well as passive pressure acting on walls, pile caps,
and grade beams. Analysis of the lateral resistance provided by

these disparate elements is usually accomplished separately. In
order for these analyses to be applicable, the displacements used
must be compatible. Lateral pile analyses commonly use nonlin-
ear soil properties. Geotechnical recommendations for passive
pressure should include the displacement at which the pressure is
applicable, or they should provide a nonlinear mobilization curve.
Liquefaction occurring in near-surface layers may substantially
reduce the ability to transfer lateral inertial forces from founda-
tions to the subgrade, potentially resulting in damaging lateral
deformations to piles. Ground improvement of surface soils may
be considered for pile-supported structures to provide additional
passive resistance to be mobilized on the sides of embedded pile
caps and grade beams, as well as to increase the lateral resistance
of piles. Otherwise, the check for transfer of lateral inertial forces
is the same as for structures on nonliquefiable sites.
IBC (ICC 2012), Section 1810.2.1, requires that deep founda-

tion elements in fluid (liquefied) soil be considered unsupported
for lateral resistance until a point 5 ft (1.5 m) into stiff soil or 10 ft
(3.1 m) into soft soil unless otherwise approved by the authority
having jurisdiction on the basis of a geotechnical investigation by
a registered design professional. Where liquefaction is predicted
to occur, the geotechnical engineer should provide the dimen-
sions (depth and length) of the unsupported length of the pile or
should indicate if the liquefied soil will provide adequate resis-
tance such that the length is considered laterally supported in this
soil. The geotechnical engineer should develop these dimensions
by performing an analysis of the nonlinear resistance of the soil
to lateral displacement of the pile (i.e., p-y analysis).
Concrete pile detailing includes transverse reinforcing require-

ments for columns in ACI 318-14 (2014). This is intended to
provide ductility within the pile similar to that required for
columns.
Where permanent ground displacement is indicated, piles are

not required to remain elastic when subjected to this displace-
ment. The provisions are intended to provide ductility and
maintain vertical capacity, including flexure-critical behavior of
concrete piles.
The required tie force specified in Section 12.13.9.3.5 should

be added to the force determined from the lateral loads for the
design earthquake in accordance with Sections 12.8, 12.9, 12.14,
or Chapter 16.

C12.14 SIMPLIFIED ALTERNATIVE STRUCTURAL
DESIGN CRITERIA FOR SIMPLE BEARING
WALL OR BUILDING FRAME SYSTEMS

C12.14.1 General. In recent years, engineers and building
officials have become concerned that the seismic design
requirements in codes and standards, though intended to make
structures perform more reliably, have become so complex and
difficult to understand and implement that they may be
counterproductive. Because the response of buildings to
earthquake ground shaking is complex (especially for irregular
structural systems), realistically accounting for these effects can
lead to complex requirements. There is a concern that the typical
designers of small, simple buildings, which may represent more
than 90% of construction in the United States, have difficulty
understanding and applying the general seismic requirements of
the standard.
The simplified procedure presented in this section of the

standard applies to low-rise, stiff buildings. The procedure,
which was refined and tested over a five-year period, was
developed to be used for a defined set of buildings deemed to
be sufficiently regular in structural configuration to allow a
reduction of prescriptive requirements. For some design

FIGURE C12.13-2 Determination of Ultimate Pile Capacity in
Liquefiable Soils
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elements, such as foundations and anchorage of nonstructural
components, other sections of the standard must be followed, as
referenced within Section 12.14.

C12.14.1.1 Simplified Design Procedure. Reasons for the
limitations of the simplified design procedure of Section 12.14
are as follows:

1. The procedure was developed to address adequate seismic
performance for standard occupancies. Because it was not
developed for higher levels of performance associated
with structures assigned to Risk Categories III and IV, no
Importance Factor (Ie) is used.

2. Site Class E and F soils require specialized procedures
that are beyond the scope of the procedure.

3. The procedure was developed for stiff, low-rise buildings,
where higher mode effects are negligible.

4. Only stiff systems where drift is not a controlling design
criterion may use the procedure. Because of this limitation,
drifts are not computed. The response modification coeffi-
cient,R, and the associated system limitations are consistent
with those found in the general Chapter 12 requirements.

5. To achieve a balanced design and a reasonable level of
redundancy, two lines of resistance are required in each of
the two major axis directions. Because of this stipulation,
no redundancy factor (ρ) is applied.

6. When combined with the requirements in items 7 and 8,
this requirement reduces the potential for dominant tor-
sional response.

7. Although concrete diaphragms may be designed for even
larger overhangs, the torsional response of the system
would be inconsistent with the behavior assumed in
development of Section 12.14. Large overhangs for flexi-
ble diaphragm buildings can also produce a response that
is inconsistent with the assumptions associated with the
procedure.

8. Linear analysis shows a significant difference in re-
sponse between flexible and rigid diaphragm behavior.
However, nonlinear response history analysis of systems
with the level of ductility present in the systems per-
mitted in Table 12.14-1 for the higher Seismic Design
Categories has shown that a system that satisfies these
layout and proportioning requirements provides essen-
tially the same probability of collapse as a system with
the same layout but proportioned based on rigid dia-
phragm behavior (BSSC 2015). This procedure avoids
the need to check for torsional irregularity, and

calculation of accidental torsional moments is not re-
quired. Fig. C12.14-1 shows a plan with closely spaced
walls in which the method permitted in subparagraph
(c) should be implemented. In that circumstance, the
flexible diaphragm analysis would first be performed as
if there were one wall at the location of the centroid of
walls 4 and 5, then the force computed for that group
would be distributed to walls 4 and 5 based on an
assessment of their relative stiffnesses.

9. An essentially orthogonal orientation of lines of resistance
effectively uncouples response along the two major axis
directions, so orthogonal effects may be neglected.

10. Where the simplified design procedure is chosen, it must
be used for the entire design in both major axis directions.

11. Because in-plane and out-of-plane offsets generally create
large demands on diaphragms, collectors, and discontin-
uous elements, which are not addressed by the procedure,
these irregularities are prohibited.

12. Buildings that exhibit weak-story behavior violate the
assumptions used to develop the procedure.

C12.14.3 Seismic Load Effects and Combinations. The
equations for seismic load effects in the simplified design
procedure are consistent with those for the general procedure,
with one notable exception: The overstrength factor
(corresponding to Ω0 in the general procedure) is set at 2.5
for all systems, as indicated in Section 12.14.3.2.1. Given the
limited systems that can use the simplified design procedure,
specifying unique overstrength factors was deemed unnecessary.

C12.14.7 Design and Detailing Requirements. The design
and detailing requirements outlined in this section are similar
to those for the general procedure. The few differences include
the following:

1. Forces used to connect smaller portions of a structure to the
remainder of the structures are taken as 0.20 times the
short-period design spectral response acceleration, SDS,
rather than the general procedure value of 0.133
(Section 12.14.7.1).

2. Anchorage forces for concrete or masonry structural walls
for structures with diaphragms that are not flexible are
computed using the requirements for nonstructural walls
(Section 12.14.7.5).

C12.14.8 Simplified Lateral Force Analysis Procedure

C12.14.8.1 Seismic Base Shear. The seismic base shear in the
simplified design procedure, as given by Eq. (12.14-11), is a
function of the short-period design spectral response acceleration,
SDS. The value for F in the base shear equation addresses changes
in dynamic response for buildings that are two or three stories
above grade plane (see Section 11.2 for definitions of “grade
plane” and “story above grade plane”). As in the general
procedure (Section 12.8.1.3), SDS may be computed for short,
regular structures with SS taken as no greater than 1.5.

C12.14.8.2 Vertical Distribution. The seismic forces for
multistory buildings are distributed vertically in proportion to
the weight of the respective floor. Given the slightly amplified
base shear for multistory buildings, this assumption, along with
the limit of three stories above grade plane for use of the
procedure, produces results consistent with the more
traditional triangular distribution without introducing that
more sophisticated approach.

FIGURE C12.14-1 Treatment of Closely Spaced Walls
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C12.14.8.5 Drift Limits and Building Separation. For the
simplified design procedure, which is restricted to stiff shear
wall and braced frame buildings, drift need not be calculated.
Where drifts are required (such as for structural separations and
cladding design) a conservative drift value of 1% is specified.
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CHAPTER C13

SEISMIC DESIGN REQUIREMENTS FOR NONSTRUCTURAL COMPONENTS

C13.1 GENERAL

Chapter 13 defines minimum design criteria for architectural,
mechanical, electrical, and other nonstructural systems and
components, recognizing structure use, occupant load, the need
for operational continuity, and the interrelation of structural,
architectural, mechanical, electrical, and other nonstructural
components. Nonstructural components are designed for design
earthquake ground motions as defined in Section 11.2 and
determined in Section 11.4.5 of the standard. In contrast to
structures, which are implicitly designed for a low probability
of collapse when subjected to the risk-targeted maximum con-
sidered earthquake (MCER) ground motions, there are no implicit
performance goals associated with the MCER for nonstructural
components. Performance goals associated with the design
earthquake are discussed in Section C13.1.3.

Suspended or attached nonstructural components that could
detach either in full or in part from the structure during an
earthquake are referred to as falling hazards and may represent a
serious threat to property and life safety. Critical attributes that
influence the hazards posed by these components include their
weight, their attachment to the structure, their failure or breakage
characteristics (e.g., nonshatterproof glass), and their location
relative to occupied areas (e.g., over an entry or exit, a public
walkway, an atrium, or a lower adjacent structure). Architectural
components that pose potential falling hazards include parapets,
cornices, canopies, marquees, glass, large ornamental elements
(e.g., chandeliers), and building cladding. In addition, suspended
mechanical and electrical components (e.g., mixing boxes, pip-
ing, and ductwork) may represent serious falling hazards.
Figs. C13.1-1 through C13.1-4 show damage to nonstructural
components in past earthquakes.

Components whose collapse during an earthquake could result
in blockage of the means of egress deserve special consideration.
The term “means of egress” is used commonly in building codes
with respect to fire hazard. Egress paths may include intervening
aisles, doors, doorways, gates, corridors, exterior exit balconies,
ramps, stairways, pressurized enclosures, horizontal exits, exit
passageways, exit courts, and yards. Items whose failure could
jeopardize the means of egress include walls around stairs and
corridors, veneers, cornices, canopies, heavy partition systems,
ceilings, architectural soffits, light fixtures, and other ornaments
above building exits or near fire escapes. Examples of compo-
nents that generally do not pose a significant falling hazard
include fabric awnings and canopies. Architectural, mechanical,
and electrical components that, if separated from the structure,
fall in areas that are not accessible to the public (e.g., into a
mechanical shaft or light well) also pose little risk to egress
routes.

For some architectural components, such as exterior cladding
elements, wind design forces may exceed the calculated seismic

design forces. Nevertheless, seismic detailing requirements may
still govern the overall structural design. Where this is a possi-
bility, it must be investigated early in the structural design
process.

The seismic design of nonstructural components may involve
consideration of nonseismic requirements that are affected by
seismic bracing. For example, accommodation of thermal ex-
pansion in pressure piping systems often is a critical design
consideration, and seismic bracing for these systems must be
arranged in a manner that accommodates thermal movements.
Particularly in the case of mechanical and electrical systems, the
design for seismic loads should not compromise the functionali-
ty, durability, or safety of the overall design; this method requires
collaboration among the various disciplines of the design and
construction team.

For various reasons (e.g., business continuity), it may be
desirable to consider higher performance than that required by
the building code. For example, to achieve continued operability
of a piping system, it is necessary to prevent unintended opera-
tion of valves or other in-line components in addition to
preventing collapse and providing leak tightness. Higher perfor-
mance also is required for components containing substantial
quantities of hazardous contents (as defined in Section 11.2).
These components must be designed to prevent uncontrolled
release of those materials.

The requirements of Chapter 13 are intended to apply to new
construction and tenant improvements installed at any time
during the life of the structure, provided that they are listed in
Table 13.5-1 or 13.6-1. Furthermore, they are intended to reduce
(not eliminate) the risk to occupants and to improve the likeli-
hood that essential facilities remain functional. Although prop-
erty protection (in the sense of investment preservation) is a
possible consequence of implementation of the standard, it is not
currently a stated or implied goal; a higher level of protection
may be advisable if such protection is desired or required.

C13.1.1 Scope. The requirements for seismic design of non-
structural components apply to the nonstructural component and
to its supports and attachments to the main structure. In some
cases, as defined in Section 13.2, it is necessary to consider
explicitly the performance characteristics of the component. The
requirements are intended to apply only to permanently attached
components, not to furniture, temporary items, or mobile units.
Furniture, such as tables, chairs, and desks, may shift during
strong ground shaking but generally poses minimal hazards
provided that it does not obstruct emergency egress routes.
Storage cabinets, tall bookshelves, and other items of signifi-
cant mass do not fall into this category and should be anchored or
braced in accordance with this chapter.

Temporary items are those that remain in place for short
periods of time (months, not years). Components that are
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expected to remain in place for periods of a year or longer, even if
they are designed to be movable, should be considered perma-
nent for the purposes of this section. Modular office systems are
considered permanent because they ordinarily remain in place for
long periods. In addition, they often include storage units that
have significant capacity and may topple in an earthquake. They
are subject to the provisions of Section 13.5.8 for partitions if

they exceed 6 ft (1.8 m) high. Mobile units include components
that are moved from one point in the structure to another during
ordinary use. Examples include desktop computers, office equip-
ment, and other components that are not permanently attached to
the building utility systems (Fig. C13.1-5). Components that are
mounted on wheels to facilitate periodic maintenance or cleaning

FIGURE C13.1-1. Hospital Imaging Equipment That Fell from
Overhead Mounts

FIGURE C13.1-3 Collapsed Light Fixtures

FIGURE C13.1-5 Collapsed Duct and HVAC Diffuser

FIGURE C13.1-2 Damaged Ceiling System

FIGURE C13.1-4 Toppled Storage Cabinets

FIGURE C13.1-6 Skid-Mounted Components
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but that otherwise remain in the same location (e.g., server racks)
are not considered movable for the purposes of anchorage and
bracing. Likewise, skid-mounted components (as shown in
Fig. C13.1-6), as well as the skids themselves, are considered
permanent equipment.

With the exception of solar panels satisfying the provisions of
Section 13.6.12, equipment must be anchored if it is permanently
attached to utility services (electricity, gas, and water). For the
purposes of this requirement, “permanently attached” should be
understood to include all electrical connections except NEMA
5-15 and 5-20 straight-blade connectors (duplex receptacles).

C13.1.2 Seismic Design Category. The requirements for non-
structural components are based in part on the Seismic Design
Category (SDC) to which they are assigned. As the SDC is
established considering factors not unique to specific nonstruc-
tural components, all nonstructural components occupying or
attached to a structure are assigned to the same SDC as the structure.

C13.1.3 Component Importance Factor. Performance expec-
tations for nonstructural components often are defined in terms of
the functional requirements of the structure to which the com-
ponents are attached. Although specific performance goals for
nonstructural components have yet to be defined in building codes,
the component Importance Factor (Ip) implies performance levels
for specific cases. For noncritical nonstructural components (those
with a component Importance Factor, Ip, of 1.0), the following
behaviors are anticipated for shaking of different levels of intensity:

1. Minor earthquake ground motions—minimal damage; not
likely to affect functionality;

2. Moderate earthquake ground motions—some damage that
may affect functionality; and

3. Design earthquake ground motions—major damage but
significant falling hazards are avoided; likely loss of
functionality.

Components with Importance Factors greater than 1.0 are
expected to remain in place, sustain limited damage, and when
necessary, function after an earthquake (see Section C13.2.2).
These components can be located in structures that are not
assigned to Risk Category IV. For example, fire sprinkler piping
systems have an Importance Factor, Ip, of 1.5 in all structures
because these essential systems should function after an earth-
quake. Egress stairways are assigned an Ip of 1.5 as well,
although in many cases the design of these stairways is dictated
by differential displacements, not inertial force demands.

The component Importance Factor is intended to represent the
greater of the life-safety importance of the component and the
hazard-exposure importance of the structure. It indirectly influ-
ences the survivability of the component via required design
forces and displacement levels, as well as component attach-
ments and detailing. Although this approach provides some
degree of confidence in the seismic performance of a component,
it may not be sufficient in all cases. For example, individual
ceiling tiles may fall from a ceiling grid that has been designed
for larger forces. This problem may not represent a serious falling
hazard if the ceiling tiles are made of lightweight materials, but it
may lead to blockage of critical egress paths or disruption of the
facility function. When higher levels of confidence in perfor-
mance are required, the component is classified as a designated
seismic system (Section 11.2), and in certain cases, seismic
qualification of the component or system is necessary. Seismic
qualification approaches are provided in Sections 13.2.5 and
13.2.6. In addition, seismic qualification approaches presently in
use by the Department of Energy (DOE) can be applied.

Risk Category IV structures are intended to be functional after
a design earthquake; critical nonstructural components and

equipment in such structures are designed with Ip equal to
1.5. This requirement applies to most components and equipment
because damage to vulnerable unbraced systems or equipment
may disrupt operations after an earthquake even if they are not
directly classified as essential to life safety. The nonessential and
nonhazardous components are themselves not affected by this
requirement. Instead, requirements focus on the supports and
attachments. UFC 3-310-04 (DOD 2007) has additional guidance
for improved performance.

C13.1.4 Exemptions. Several classes of nonstructural compo-
nents are exempted from the requirements of Chapter 13. The
exemptions are made on the assumption that, either because of
their inherent strength and stability or the lower level of
earthquake demand (accelerations and relative displacements),
or both, these nonstructural components and systems can achieve
the performance goals described earlier in this commentary
without explicitly satisfying the requirements of this chapter.

The requirements are intended to apply only to permanent
components, not furniture and temporary or mobile equipment.
Furniture (with the exception of more massive elements like
storage cabinets) may shift during strong ground shaking but
poses minimal hazards. With the exception of solar panels
satisfying the provisions of Section 13.6.12, equipment must be
anchored if it is permanently attached to the structure utility
services, such as electricity, gas, or water. For the purposes of this
requirement, “permanently attached” includes all electrical con-
nections except plugs for duplex receptacles.

Temporary items are those that remain in place for six months
or less. Modular office systems are considered permanent since
they ordinarily remain in place for long periods. In addition, they
often include storage units of significant capacity, which may
topple in earthquakes. Mobile units include components that are
moved from one point in the structure to another during ordinary
use. Examples include desktop computers, office equipment, and
other components that are not permanently attached to the
building utility systems. Components mounted on wheels to
facilitate periodic maintenance or cleaning but that otherwise
remain in the same location are not considered movable for the
purposes of anchorage and bracing.

Furniture resting on floors, such as tables, chairs, and desks,
may shift during strong ground shaking, but they generally pose
minimal hazards, provided that they do not obstruct emergency
egress routes. Examples also include desktop computers, office
equipment, and other components that are not permanently
attached to the building utility systems.

With the exception of parapets supported by bearing walls or
shear walls, all components in Seismic Design Categories A and
B are exempt because of the low levels of ground shaking
expected. Parapets are not exempt because experience has shown
that these items can fail and pose a significant falling hazard,
even at low-level shaking levels.

Discrete components are generally understood to be stand-
alone items such as cabinets, pumps, electrical boxes, lighting,
and signage. Discrete components, architectural or mechanical,
weighing 20 lb (89 N) or less generally do not pose a risk and are
exempted provided that they are positively attached to the
structure, regardless of whether they carry an Importance Factor,
Ip, of 1.5 or not. Larger items up to 400 lb (1,780 N) in weight
with Ip = 1.0 have historically been exempted provided that they
are positively attached and have flexible connections. The exemp-
tion for mechanical and electrical components in Seismic Design
Categories D, E, or F based on weight and location of the center of
mass is particularly applicable to vertical equipment racks and
similar components. Where detailed information regarding the
center of mass of the intended installation is unavailable, a
conservative estimate based on potential equipment configurations
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should be used. The exemption for components weighing 400 lb
(1,780 N) or less has existed in provisions for nonstructural
components for many years and corresponds roughly to the weight
of a 40-gal. (150-L) hot water tank. Coupled with this and the other
exemptions in SDC D, E, and F is a requirement that the
component be positively attached to the structure. Positive attach-
ment is provided when the attachment is carried out using
appropriate structural-grade materials whereby explicit design
calculations for the anchorage are not required.
Although the exemptions listed in Section 13.1.4 are intended

to waive bracing requirements for nonstructural components that
are judged to pose negligible life-safety hazard, in some cases it
may nevertheless be advisable to consider bracing (in consultation
with the owner) for exempted components to minimize repair
costs and/or disproportionate loss (e.g., art works of high value).
The bracing exemptions for short hangers have been moved to

the respective sections in which they apply. These exemptions are
based on the assumption that the hangers have sufficient ductility
to undergo plastic deformations without failure while at the same
time providing sufficient stiffness to limit lateral displacement to a
reasonable level. This assumption extends to the anchors, and as
such the design and detailing of the connections to the structure
should take this into account. Raceways, ducts, and piping systems
must be able to accommodate the relative displacement demands
calculated in Section 13.3.2, since these displacements can be
substantially greater than those that occur at connections to
equipment. At seismic separation joints between structures, large
displacements may occur over a short distance.
Short hangers fabricated from threaded rods resist lateral force

primarily through bending and are prone to failure through cyclic
fatigue. Tests conducted by Soulages and Weir (2011) suggest
that low cycle fatigue is not an issue when the ductility ratios for
the rods are less than about 4. The testing also indicated that
swivel connections are not required, provided that the load and
rod length limitations are observed. The limits on unbraced
trapezes and hangers are based on limiting the ductility ratios to
reasonable levels, when subject to the maximum force demands
in the highest seismic risk regions. It should be noted that in areas
of lower seismic risk, less restrictive criteria could be used.
The exemption for short hangers is limited to the case where

every hanger in the raceway run is less than 12 in. (305 mm)
because of the need to carefully consider the seismic loads and
compatible displacement limits for the portions of raceways with
longer hanger supports.
The historical exemption for trapeze-supported conduit less

than 2.5 in. (64 mm) trade size has been removed, since its
application to specific cases, such as a trapeze supporting multi-
ple conduit runs, was unclear.

The exemption for trapezes with short rod hangers applies only
to trapezes configured with the rod hangers attached directly to
the trapeze and the structural framing. Where one or more rod
hangers for a trapeze are supported from another trapeze, the
bracing exemption does not apply.

C13.1.5 Premanufactured Modular Mechanical and
Electrical Systems. Large premanufactured modular mechani-
cal and electrical systems (as shown in Fig. C13.1-7) should be
considered nonbuilding structures for the purposes of the
enveloping structural system design, unless the module has
been prequalified in accordance with Section 13.2.2. However,
where the premanufactured module has not been prequalified, the
nonstructural components contained within the module should be
addressed through the requirements of Chapter 13. Note that this
provision is not intended to address skid-mounted equipment
assemblies not equipped with an enclosure, nor does is address
single large components, such as air handlers, cooling towers,
chillers, and boilers.

C13.1.6 Application of Nonstructural Component
Requirements to Nonbuilding Structures. At times, a
nonstructural component should be treated as a nonbuilding
structure. When the physical characteristics associated with a
given class of nonstructural components vary widely, judgment
is needed to select the appropriate design procedure and
coefficients. For example, cooling towers vary from small
packaged units with an operating weight of 2,000 lb (8.9 kN)
or less to structures the size of buildings. Consequently, design
coefficients for the design of “cooling towers” are found both in
Tables 13.6-1 and 15.4-2. Small cooling towers are best designed
as nonstructural components using the provisions of Chapter 13,
whereas large ones are clearly nonbuilding structures that are
more appropriately designed using the provisions of Chapter 15.
Similar issues arise for other classes of nonstructural component
(e.g., boilers and bins). Guidance on determining whether an item
should be treated as a nonbuilding structure or nonstructural
component for the purpose of seismic design is provided in
Bachman and Dowty (2008).
The specified weight limit for nonstructural components (25%

relative to the combined weight of the structure and component)
relates to the condition at which dynamic interaction between the
component and the supporting structural system is potentially
significant. Section 15.3.2 contains requirements for addressing
this interaction in design.

C13.1.7 Reference Documents. Professional and trade
organizations have developed nationally recognized codes and
standards for the design and construction of specific mechanical

FIGURE C13.1-7 Premanufactured Modular Mechanical Systems
Source: Courtesy of Matthew Tobolski.
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and electrical components. These documents provide design
guidance for normal and upset (abnormal) operating condi-
tions and for various environmental conditions. Some of these
documents include earthquake design requirements in the context
of the overall mechanical or electrical design. It is the intent of
the standard that seismic requirements in referenced documents
be used. The developers of these documents are familiar with the
expected performance and failure modes of the components;
however, the documents may be based on design considerations
not immediately obvious to a structural design professional. For
example, in the design of industrial piping, stresses caused by
seismic inertia forces typically are not added to those caused by
thermal expansion.

Where reference documents have been adopted specifically by
this standard as meeting the force and displacement requirements
of this chapter with or without modification, they are considered
to be a part of the standard.

There is a potential for misunderstanding and misapplication
of reference documents for the design of mechanical and electri-
cal systems. A registered design professional familiar with both
the standard and the reference documents used should be in-
volved in the review and acceptance of the seismic design.

Even when reference documents for nonstructural components
lack specific earthquake design requirements, mechanical and
electrical equipment constructed in accordance with industry-
standard reference documents have performed well historically
when properly anchored. Nevertheless, manufacturers of me-
chanical and electrical equipment are expected to consider
seismic loads in the design of the equipment itself, even when
such consideration is not explicitly required by this chapter.

Although some reference documents provide requirements for
seismic capacity appropriate to the component being designed,
the seismic demands used in design may not be less than those
specified in the standard.

Specific guidance for selected mechanical and electrical com-
ponents and conditions is provided in Section 13.6.

Unless exempted in Section 13.1.4, components should be
anchored to the structure and, to promote coordination, required
supports and attachments should be detailed in the construction
documents. Reference documents may contain explicit instruc-
tion for anchorage of nonstructural components. The anchorage
requirements of Section 13.4 must be satisfied in all cases,
however, to ensure a consistent level of robustness in the
attachments to the structure.

C13.1.8 Reference Documents Using Allowable Stress
Design. Many nonstructural components are designed using
specifically developed reference documents that are based on
allowable stress loads and load combinations and generally
permit increases in allowable stresses for seismic loading.
Although Section 2.4.1 of the standard does not permit in-
creases in allowable stresses, Section 13.1.8 explicitly defines
the conditions for stress increases in the design of nonstructural
components where reference documents provide a basis for
earthquake-resistant design.

C13.2 GENERAL DESIGN REQUIREMENTS

C13.2.1 Applicable Requirements for Architectural,
Mechanical, and Electrical Components, Supports, and
Attachments. Compliance with the requirements of Chapter 13
may be accomplished by project-specific design or by a
manufacturer’s certification of seismic qualification of a system
or component. When compliance is bymanufacturer’s certification,
the items must be installed in accordance with the manufacturer’s

requirements. Evidence of compliance may be provided in the form
of a signed statement from a representative of the manufacturer or
from the registered design professional indicating that the com-
ponent or system is seismically qualified. One or more of the
following options for evidence of compliance may be applicable:

1. An analysis (e.g., of a distributed system such as piping)
that includes derivation of the forces used for the design of
the system, the derivation of displacements and reactions,
and the design of the supports and anchorages;

2. A test report, including the testing configuration and
boundary conditions used (where testing is intended to
address a class of components, the range of items covered
by the testing performed should also include the justifica-
tion of similarities of the items that make this certification
valid); and/or

3. An experience data report.

Components addressed by the standard include individual
simple units and assemblies of simple units for which reference
documents establish seismic analysis or qualification require-
ments. Also addressed by the standard are complex architectural,
mechanical, and electrical systems for which reference docu-
ments either do not exist or exist for only elements of the system.
In the design and analysis of both simple components and
complex systems, the concepts of flexibility and ruggedness
often can assist the designer in determining the necessity for
analysis and, when analysis is necessary, the extent and methods
by which seismic adequacy may be determined. These concepts
are discussed in Section C13.6.1.

C13.2.2 Special Certification Requirements for Designated
Seismic Systems. This section addresses the qualification of
active designated seismic equipment, its supports, and attach-
ments with the goals of improving survivability and achieving
a high level of confidence that a facility will be functional after a
design earthquake. Where components are interconnected, the
qualification should provide the permissible forces (e.g., nozzle
loads) and, as applicable, anticipated displacements of the
component at the connection points to facilitate assessment for
consequential damage, in accordance with Section 13.2.3. Active
equipment has parts that rotate, move mechanically, or are
energized during operation. Active designated seismic equip-
ment constitutes a limited subset of designated seismic systems.
Failure of active designated seismic equipment itself may pose a
significant hazard. For active designated seismic equipment,
failure of structural integrity and loss of function are to be avoided.

Examples of active designated seismic equipment include
mechanical (components of HVACR systems and piping sys-
tems) or electrical (power supply distribution) equipment, medi-
cal equipment, fire pump equipment, and uninterruptible power
supplies for hospitals. It is generally understood that fire protec-
tion sprinkler piping systems designed and installed per NFPA 13
are deemed to comply with the special certification requirements
of Section 13.2.2. See Section 13.6.7.2.

There are practical limits on the size of a component that can
be qualified via shake table testing. Components too large to be
qualified by shake table testing need to be qualified by a
combination of structural analysis and qualification testing or
empirical evaluation through a subsystem approach. Subsystems
of large, complex components (e.g., large chillers, skid-mounted
equipment assemblies, and boilers) can be qualified individually,
and the overall structural frame of the component can be
evaluated by structural analysis.

Evaluating postearthquake operational performance for active
equipment by analysis generally involves sophisticated modeling
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with experimental validation and may not be reliable. Therefore,
the use of analysis alone for active or energized components is
not permitted unless a comparison can be made to components
that have been otherwise deemed as rugged. As an example, a
transformer is energized but contains components that can be
shown to remain linearly elastic and are inherently rugged.
However, switch equipment that contains fragile components is
similarly energized but not inherently rugged, and it therefore
cannot be certified solely by analysis. For complex components,
testing or experience may therefore be the only practical way to
ensure that the equipment will be operable after a design
earthquake. Past earthquake experience has shown that much
active equipment is inherently rugged. Therefore, evaluation of
experience data, together with analysis of anchorage, is adequate
to demonstrate compliance of active equipment such as pumps,
compressors, and electric motors. In other cases, such as for
motor control centers and switching equipment, shake table
testing may be required.
With some exceptions (e.g., elevator motors), experience

indicates that active mechanical and electrical components that
contains electric motors of greater than 10 hp (7.4 kW) or that
have a thermal exchange capacity greater than 200 MBH are
unlikely to merit the exemption from shake table testing on the
basis of inherent ruggedness. Components with lesser motor
horsepower and thermal exchange capacity are generally consid-
ered to be small active components and are deemed rugged.
Exceptions to this rule may be appropriate for specific cases, such
as elevator motors that have higher horsepower but have been
shown by experience to be rugged. Analysis is still required to
ensure the structural integrity of the nonactive components. For
example, a 15-ton condenser would require analysis of the load
path between the condenser fan and the coil to the building
structure attachment.
Where certification is accomplished by analysis, the type and

sophistication of the required analysis varies by specific equip-
ment type and construction. Static analysis using the total force
specified in Section 13.3 considering applicable load combina-
tions may be appropriate for single components where the
structural frame is the only item to be certified and where internal
dynamic effects are shown to be negligible. For single compo-
nents where dynamic effects may be significant, or for assem-
blages of components, dynamic analysis is strongly suggested.
Either modal analysis or response history procedures may be
used, but care should be exercised when using modal analysis to
ensure that the significant interactions between individual com-
ponents are properly captured. In all analyses, it is essential that the
stiffness, mass, and applied load be distributed in accordance with
the component properties, and in sufficient detail (number of
degrees of freedom) to allow for the desired forces, deformations,
and accelerations to be accurately determined. Input motions for
dynamic procedures should reflect the expected motion at the
attachment points of the component. Nonlinear behavior of the
component is typically not advisable in the certification analysis
in the absence of well-documented test results for specific com-
ponents. Generally, the input motion is (a) a generic floor response
spectrum such as that provided in the ICC-ESAC156, (b) location-
and structure-specific floor spectra generated using the procedures
of Section 13.3.1, or (c) acceleration time histories developed
using dynamic analysis procedures similar to those specified in
Chapter 16 or Section 12.9. Horizontal and vertical inputs are
usually applied simultaneously when performing these types of
dynamic analyses. As with all structural analysis, judgment is
required to ensure that the results are applicable and representative
of the behavior anticipated for the input motions.

C13.2.3 Consequential Damage. Although the components
identified in Tables 13.5-1 and 13.6-1 are listed separately,
significant interrelationships exist and must be considered.
Consequential damage occurs because of interaction between
components and systems. Even “braced” components displace,
and the displacement between lateral supports can be significant
in the case of distributed systems such as piping systems, cable
and conduit systems, and other linear systems. It is the intent of
the standard that the seismic displacements considered include
both relative displacement between multiple points of support
(addressed in Section 13.3.2) and, for mechanical and electrical
components, displacement within the component assemblies.
Impact of components must be avoided, unless the compo-
nents are fabricated of ductile materials that have been shown
to be capable of accommodating the expected impact loads.
With protective coverings, ductile mechanical and electrical
components and many more fragile components are expected
to survive all but the most severe impact loads. Flexibility and
ductility of the connections between distribution systems and the
equipment to which they attach is essential to the seismic
performance of the system.
The determination of the displacements that generate these

interactions is not addressed explicitly in Section 13.3.2.1. That
section concerns relative displacement of support points. Conse-
quential damage may occur because of displacement of compo-
nents and systems between support points. For example, in older
suspended ceiling installations, excessive lateral displacement of
a ceiling system may fracture sprinkler heads that project through
the ceiling. A similar situation may arise if sprinkler heads
projecting from a small-diameter branch line pass through a
rigid ceiling system. Although the branch line may be properly
restrained, it may still displace sufficiently between lateral
support points to affect other components or systems. Similar
interactions occur where a relatively flexible distributed system
connects to a braced or rigid component.
The potential for impact between components that are in

contact with or close to other structural or nonstructural compo-
nents must be considered. However, where considering these
potential interactions, the designer must determine if the potential
interaction is both credible and significant. For example, the fall
of a ceiling panel located above a motor control center is a
credible interaction because the falling panel in older suspended
ceiling installations can reach and impact the motor control
center. An interaction is significant if it can result in damage
to the target. Impact of a ceiling panel on a motor control center
may not be significant because of the light weight of the ceiling
panel. Special design consideration is appropriate where the
failure of a nonstructural element could adversely influence the
performance of an adjacent critical nonstructural component,
such as an emergency generator.

C13.2.4 Flexibility. In many cases, flexibility is more important
than strength in the performance of distributed systems, such as
piping and ductwork. A good understanding of the displacement
demand on the system, as well as its displacement capacity, is
required. Components or their supports and attachments must be
flexible enough to accommodate the full range of expected
differential movements; some localized inelasticity is permitted
in accommodating the movements. Relative movements in all
directions must be considered. For example, even a braced branch
line of a piping systemmay displace, so it needs to be connected to
other braced or rigid components in a manner that accommodates
the displacements without failure (Fig. C13.2-1). A further
example is provided by cladding units (such as precast concrete
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wall units). Often very rigid in plane, cladding units require
connections capable of accommodating story drift if attached at
more than one level. (See Fig. C13.3-4 for an illustration.)

If component analysis assumes rigid anchors or supports, the
predicted loads and local stresses can be unrealistically large, so
it may be necessary to consider anchor and/or support stiffness.

C13.2.5 Testing Alternative for Seismic Capacity
Determination. Testing is a well-established alternative method
of seismic qualification for small- to medium-size equipment.
Several national reference documents have testing requirements
adaptable for seismic qualification. One such reference document
(ICC-ES AC 156) is a shake table testing protocol that has been
adopted by the International Code Council Evaluation Service. It
was developed specifically to be consistent with acceleration
demands (that is, force requirements) of the standard.

The development or selection of testing and qualification
protocols should at a minimum include the following:

1. Description of how the protocol meets the intent for the
project-specific requirements and relevant interpretations
of the standard;

2. Definition of a test input motion with a response spectrum
that meets or exceeds the design earthquake spectrum for
the site;

3. Accounting for dynamic amplification caused by above-
grade equipment installations (consideration of the actual
dynamic characteristics of the primary support structure is
permitted, but not required);

4. Definition of how shake table input demands were derived;
5. Definition and establishment of a verifiable pass/fail ac-

ceptance criterion for the seismic qualification based on
the equipment Importance Factor and consistent with the
building code and project-specific design intent; and

6. Development of criteria that can be used to rationalize test
unit configuration requirements for highly variable equip-
ment product lines.

To aid the design professional in assessing the adequacy of the
manufacturer’s certificate of compliance, it is recommended that
certificates of compliance include the following:

1. Product family or group covered;
2. Building code(s) and standard(s) for which compliance was

evaluated;
3. Testing standard used;

4. Performance objective and corresponding Importance
Factor (Ip = 1.0 or Ip = 1.5);

5. Seismic demand for which the component is certified,
including code and/or standard design parameters used to
calculate seismic demand (such as values used for ap, Rp,
and site class); and

6. Installation restrictions, if any (grade, floor, or roof level).

Without a test protocol recognized by the building code,
qualification testing is inconsistent and difficult to verify. The
use of ICC-ES AC 156 simplifies the task of compliance verifi-
cation because it was developed to address directly the testing
alternative for nonstructural components, as specified in the
standard. It also sets forth minimum test plan and report
deliverables.

Use of other standards or ad hoc protocols to verify compli-
ance of nonstructural components with the requirement of the
standard should be considered carefully and used only where
project-specific requirements cannot be met otherwise.

Where other qualification test standards are used, in whole or
in part, it is necessary to verify compliance with this standard. For
example, IEEE 693 (2005) indicates that it is to be used for the
sole purpose of qualifying electrical equipment (specifically
listed in the standard) for use in utility substations. Where
equipment testing has been conducted to other standards (for
instance, testing done in compliance with IEEE 693), a straight-
forward approach would be to permit evaluation, by the manu-
facturer, of the test plan and data to validate compliance with the
requirements of ICC-ES AC 156 because it was developed
specifically to comply with the seismic demands of this standard.

The qualification of mechanical and electrical components
for seismic loads alone may not be sufficient to achieve
high-performance objectives. Establishing a high confidence
that performance goals will be met requires consideration of the
performance of structures, systems (e.g., fluid, mechanical,
electrical, and instrumentation), and their interactions (e.g., inter-
action of seismic and other loads), as well as compliance with
installation requirements.

C13.2.6 Experience Data Alternative for Seismic Capacity
Determination. An established method of seismic qualification
for certain types of nonstructural components is the assessment
of data for the performance of similar components in past earth-
quakes. The seismic capacity of the component in question is
extrapolated based on estimates of the demands (e.g., force or
displacement) to which the components in the database were
subjected. Procedures for such qualification have been developed
for use in nuclear facility applications by the Seismic
Qualification Utility Group (SQUG) of the Electric Power
Research Institute.

The SQUG rules for implementing the use of experience data
are described in a proprietary Generic Implementation Procedure
database. It is a collection of findings from detailed engineering
studies by experts for equipment from a variety of utility and
industrial facilities.

Valid use of experience data requires satisfaction of rules that
address physical characteristics; manufacturer’s classification
and standards; and findings from testing, analysis, and expert
consensus opinion.

Four criteria are used to establish seismic qualification by
experience, as follows:

1. Seismic capacity versus demand (a comparison with a
bounding spectrum);

2. Earthquake experience database cautions and inclusion
rules;
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3. Evaluation of anchorage; and
4. Evaluation of seismic interaction.

Experience data should be used with care because the design
and manufacture of components may have changed considerably
in the intervening years. The use of this procedure is also limited
by the relative rarity of strong-motion instrument records asso-
ciated with corresponding equipment experience data.

C13.2.7 Construction Documents. Where the standard
requires seismic design of components or their supports and
attachments, appropriate construction documents defining the
required construction and installation must be prepared. These
documents facilitate the special inspection and testing needed to
provide a reasonable level of quality assurance. Of particular
concern are large nonstructural components (such as rooftop
chillers) whose manufacture and installation involve multiple
trades and suppliers and which impose significant loads on
the supporting structure. In these cases, it is important that the
construction documents used by the various trades and suppliers
be prepared by a registered design professional to satisfy the
seismic design requirements.
The information required to prepare construction documents

for component installation includes the dimensions of the
component, the locations of attachment points, the operating
weight, and the location of the center of mass. For instance, if an
anchorage angle is attached to the side of a metal chassis, the
gauge and material of the chassis must be known so that the
number and size of required fasteners can be determined. Or
when a piece of equipment has a base plate that is anchored to a
concrete slab with expansion anchors, the drawings must show
the base plate’s material and thickness, the diameter of the bolt
holes in the plate, and the size and depth of embedment of the
anchor bolts. If the plate is elevated above the slab for leveling,
the construction documents must also show the maximum gap
permitted between the plate and the slab.

C13.3 SEISMIC DEMANDS ON NONSTRUCTURAL
COMPONENTS

The seismic demands on nonstructural components, as defined in
this section, are acceleration demands and relative displacement
demands. Acceleration demands are represented by equivalent
static forces. Relative displacement demands are provided di-
rectly and are based on either the actual displacements computed
for the structure or the maximum allowable drifts that are
permitted for the structure.

C13.3.1 Seismic Design Force. The seismic design force for a
component depends on the weight of the component, the
component Importance Factor, the component response modifi-
cation factor, the component amplification factor, and the
component acceleration at a point of attachment to the
structure. The forces prescribed in this section of the standard
reflect the dynamic and structural characteristics of nonstructural
components. As a result of these characteristics, forces used for
verification of component integrity and design of connections to
the supporting structure typically are larger than those used for
design of the overall seismic force-resisting system.
Certain nonstructural components lack the desirable attributes

of structures (such as ductility, toughness, and redundancy) that
permit the use of greatly reduced lateral design forces. Thus
values for the response modification factor, Rp, in Tables 13.5-1
and 13.6-1 generally are smaller than R values for structures.
These Rp values, used to represent the energy absorption capa-
bility of a component and its attachments, depend on both

overstrength and deformability. At present, these potentially
separate considerations are combined in a single factor. The
tabulated values are based on the collective judgment of the
responsible committee.
Beginning with the 2005 edition of ASCE 7, significant

adjustments have been made to tabulated Rp values for certain
mechanical and electrical systems. For example, the value of Rp
for welded steel piping systems is increased from 3.5 to 9. The ap
value increased from 1.0 to 2.5, so although it might appear that
forces on such piping systems have been reduced greatly, the net
change is negligible because Rp=ap changes from 3.5 to 3.6. The
minimum seismic design force of Eq. (13.3-3), which governs in
many cases, is unchanged.
The component amplification factor (ap) represents the dy-

namic amplification of component responses as a function of the
fundamental periods of the structure (T) and component (Tp).
When components are designed or selected, the structural fun-
damental period is not always defined or readily available. The
component fundamental period (Tp) is usually only accurately
obtained by shake table or pull-back tests and is not available for
the majority of components. Tabulated ap values are based on
component behavior that is assumed to be either rigid or flexible.
Where the fundamental period of the component is less than
0.06 s, dynamic amplification is not expected and the component
is considered rigid. The tabulation of assumed ap values is not
meant to preclude more precise determination of the component
amplification factor where the fundamental periods of both
structure and component are available. The National Center
for Earthquake Engineering Research formulation shown in
Fig. C13.3-1 may be used to compute ap as a function of Tp=T .
Dynamic amplification occurs where the period of a nonstruc-

tural component closely matches that of any mode of the
supporting structure, although this effect may not be significant
depending on the ground motion. For most buildings, the primary
mode of vibration in each direction has the most influence on the
dynamic amplification for nonstructural components. For long-
period structures (such as tall buildings), where the period of
vibration of the fundamental mode is greater than 3.5 times Ts,
higher modes of vibration may have periods that more closely
match the period of nonstructural components. For this case, it is
recommended that amplification be considered using such higher
mode periods in lieu of the higher fundamental period. This
approach may be generalized by computing floor response
spectra for various levels that reflect the dynamic characteristics
of the supporting structure to determine how amplification varies
as a function of component period. Calculation of floor response
spectra is described in Section 13.3.1.1. This procedure can be
complex, but a simplified procedure is presented in Section
13.3.1.2. Consideration of nonlinear behavior of the structure
greatly complicates the analysis.

T  /T

a

p

p

NCEER study

2.01.40.70.5

2.5

1.0

FIGURE C13.3-1 NCEER Formulation for ap as Function of
Structural and Component Periods
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In ASCE 7-10, values for Ω0 were added to Tables 13.5-1
and 13.6-1. Ω0 is included in the load combinations for the
anchorage of nonstructural components to concrete or masonry in
cases where the anchorage is deemed nonductile. ACI 318-14,
Section 17.2.3.4.3 (d) requires the inclusion of Ω0 for anchors
that do not otherwise satisfy ductility requirements. This factor
closely resembles the 1.3 factor and Rp penalty in ASCE 7-05 for
nonductile anchorages. The upper value for Ω0 was originally
selected based on similar provisions in prior editions of the IBC
and ACI codes. Research at San Diego State University indicates
that this value need not exceed 2.

Eq. (13.3-1) represents a trapezoidal distribution of floor
accelerations within a structure, varying linearly from the accel-
eration at the ground (taken as 0.4SDS) to the acceleration at the
roof (taken as 1.2SDS). The ground acceleration (0.4SDS) is
intended to be the same acceleration used as design input for
the structure itself, including site effects. The roof acceleration is
established as three times the input ground acceleration based on
examination of recorded in-structure acceleration data for short
and moderate-height structures in response to large California
earthquakes. Work by Dowell and Johnson (2013) suggests that,
for taller structures, the amplification with height may vary sig-
nificantly because of higher mode effects. Where more informa-
tion is available, Eq. (13.3-4) permits an alternate determination of
the component design forces based on the dynamic properties of
the structure. When using a modal analysis procedure, as described
in Section 12.9.1, the maximum floor accelerations are used.

Eq. (13.3-3) establishes a minimum seismic design force, Fp,
which is consistent with current practice. Eq. (13.3-2) provides a
simple maximum value of Fp that prevents multiplication of the
individual factors from producing a design force that would be
unreasonably high, considering the expected nonlinear response
of support and component. Fig. C13.3-2 illustrates the distribu-
tion of the specified lateral design forces.

For elements with points of attachment at more than one
height, it is recommended that design be based on the average
of values of Fp determined individually at each point of attach-
ment (but with the entire component weight, Wp) using
Eqs. (13.3-1) through (13.3-3).

Alternatively, for each point of attachment, a force Fp may be
determined using Eqs. (13.3-1) through (13.3-3), with the portion of
the component weight,Wp, tributary to the point of attachment. For
design of the component, the attachment force Fp must be distrib-
uted relative to the component’s mass distribution over the area
used to establish the tributary weight. To illustrate these options,
consider a solid exterior nonstructural wall panel, supported top and
bottom, for a one-story building with a rigid diaphragm. The values
of Fp computed, respectively, for the top and bottom attachments
using Eqs. (13.3-1) through (13.3-3) are 0.48SDSIpWp and
0.30SDSIpWp. In the recommended method, a uniform load is
applied to the entire panel based on 0.39SDSIpWp. In the alternative
method, a trapezoidal load varying from 0.48SDSIpWp at the top to
0.30SDSIpWp at the bottom is applied. Each anchorage force is then
determined considering static equilibrium of the complete compo-
nent subject to all the distributed loads.

Cantilever parapets that are part of a continuous element
should be checked separately for parapet forces. The seismic
force on any component must be applied at the center of gravity
of the component and must be assumed to act in any horizontal
direction. Vertical forces on nonstructural components equal to
�0.2SDSWp are specified in Section 13.3.1 and are intended to be
applied to all nonstructural components and not just cantilevered
elements. Nonstructural concrete or masonry walls laterally
supported by flexible diaphragms must be anchored out of plane
in accordance with Section 12.11.2.

C13.3.1.4 Dynamic Analysis

C13.3.1.4.1 Floor Response Spectra. The response of nonstruc-
tural components to earthquake shaking is influenced by the
dynamic interaction of the nonstructural component with the
response of the structure. Dynamic amplification occurs where
the period of a nonstructural component closely matches that of
any mode of the supporting structure, although this effect may
not be significant depending on the ground motion. For most
buildings, the primary mode of vibration in each direction will
have the most influence on the dynamic amplification for non-
structural components. For long-period structures (such as tall
buildings) higher modes of vibration may have periods that more
closely match the period of nonstructural components. For this
case, it is recommended that amplification be considered using
such higher mode periods in lieu of the higher fundamental
period. The approach may be generalized by computing floor
response spectra for various levels that reflect the dynamic
characteristics of the supporting structure to determine how
amplification will vary as a function of component period. In
order to properly consider this dynamic amplification, the vibra-
tional characteristics of the building and the component must be
known. The characteristics of the building are typically deter-
mined from a structural model of the building. The vibrational
characteristics of the nonstructural components can be deter-
mined either by calculation or by testing. It should be noted that
many types of nonstructural components, such as mechanical and
electrical equipment, have multiple modes of vibration. The floor
response spectra approach may not be applicable to nonstructural
components that cannot be characterized as having a predomi-
nant mode of vibration.

C13.3.1.4.2 Alternate Floor Response Spectra. Calculation of
floor response spectra can be complex since it requires a response
history analysis. An alternative method of calculating a floor
response history has been presented in Kehoe and Hachem
(2003). The procedure described is based on a method of
calculating floor response spectra initially developed for the
U.S. Army Tri-Service manual (1986). The referenced paper
compares the alternate floor response spectra to floor response
spectra generated for three example buildings using ground
motion records from several California earthquakes.

FIGURE C13.3-2 Lateral Force Magnitude over Height
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This method considers the dynamic amplification contribution
to the nonstructural component response based on the first three
modes of vibration of the structure in calculating a floor response
spectrum. It is important to note that the use of this procedure
requires that the dynamic properties of both the building and the
nonstructural components be known. A dynamic amplification
factor is applied to each of the modal floor acceleration values for
each of the first three modes of vibration, which is calculated
based on linear dynamic response spectrum analysis procedures
as described in Section 12.9. The dynamic amplification factor is
approximated as a function of the ratio of the component period
to the period of vibration of a mode of vibration of the building.
The magnitude of amplification can vary depending on the
ground motion and the building’s dynamic characteristics. A
peak amplification of 5 has been assumed for the cases where the
ratio of component period to building period is between 0.8 and
1.2 using 5% damping for the nonstructural component based on
review of results from previous studies (Kehoe and Hachem
2003). Where the ratio of component period to building period is
less than 0.5 or more than 2.0, there is no dynamic amplification
(Bachman et al. 1993).
The method allows calculation of floor response spectra in

each direction at each floor level of the building using the mode
shapes and the modal participation factors to amplify the ground
motion to each floor level. The method considers linear building
response. An example of a floor response spectrum is shown in
Fig. C13.3-3. As shown in this figure, the floor response spec-
trum is taken as the maximum acceleration at each component
period from each of the first three modes of the building in each
orthogonal direction. The floor response spectrum can be used as
a basis for determining the design horizontal force for the
nonstructural component by multiplying the acceleration by the
component weight and the Importance Factor and dividing
by the response factor, Rp.

C13.3.2 Seismic Relative Displacements. The equations of
this section are for use in design of cladding, stairways,
windows, piping systems, sprinkler components, and other
components connected to one structure at multiple levels or to
multiple structures. Two equations are given for each situation.
Eqs. (13.3-7) and (13.3-9) produce structural displacements as
determined by elastic analysis, unreduced by the structural
response modification factor (R). Because the actual displace-
ments may not be known when a component is designed or
procured, Eqs. (13.3-8) and (13.3-10) provide upper-bound
displacements based on structural drift limits. Use of upper-
bound equations may facilitate timely design and procurement of
components, but may also result in costly added conservatism.

The value of seismic relative displacements is taken as the
calculated displacement, Dp, times the Importance Factor, Ie,
because the elastic displacement calculated in accordance with
Eq. (12.8-15) to establish δx (and thus Dp) is adjusted for Ie in
keeping with the philosophy of displacement demand for the
structure. For component design, the unreduced elastic displace-
ment is appropriate.
The standard does not provide explicit acceptance criteria for

the effects of seismic relative displacements, except for glazing.
Damage to nonstructural components caused by relative dis-
placement is acceptable, provided that the performance goals
defined elsewhere in the chapter are achieved.
The design of some nonstructural components that span

vertically in the structure can be complicated when supports for
the element do not occur at horizontal diaphragms. The language
in Section 13.3.2 was previously amended to clarify that story
drift must be accommodated in the elements that actually distort.
For example, a glazing system supported by precast concrete
spandrels must be designed to accommodate the full story drift,
even though the height of the glazing system is only a fraction of
the floor-to-floor height. This condition arises because the precast
spandrels behave as rigid bodies relative to the glazing system
and therefore all the drift must be accommodated by anchorage of
the glazing unit, the joint between the precast spandrel and the
glazing unit, or some combination of the two.

C13.3.2.1 Displacements within Structures. Seismic relative
displacements can subject components or systems to
unacceptable stresses. The potential for interaction resulting
from component displacements (in particular for distributed
systems) and the resulting impact effects should also be
considered (see Section 13.2.3).
These interrelationships may govern the clearance require-

ments between components or between components and the
surrounding structure. Where sufficient clearance cannot be
provided, consideration should be given to the ductility and
strength of the components and associated supports and attach-
ments to accommodate the potential impact.
Where nonstructural components are supported between, rath-

er than at, structural levels, as frequently occurs for glazing
systems, partitions, stairs, veneers, and mechanical and electrical
distributed systems, the height over which the displacement
demand, Dp, must be accommodated may be less than the story
height, hsx, and should be considered carefully. For example,
consider the glazing system supported by rigid precast concrete
spandrels shown in Fig. C13.3-4. The glazing system may be
subjected to full story drift, Dp, although its height (hx − hy) is
only a fraction of the story height. The design drift must be
accommodated by anchorage of the glazing unit, the joint
between the precast spandrel and the glazing unit, or some
combination of the two. Similar displacement demands arise
where pipes, ducts, or conduits that are braced to the floor or roof
above are connected to the top of a tall, rigid, floor-mounted
component.
For ductile components, such as steel piping fabricated with

welded connections, the relative seismic displacements between
support points can be more significant than inertial forces.
Ductile piping can accommodate relative displacements by local
yielding with strain accumulations well below failure levels.
However, for components fabricated using less ductile materials,
where local yielding must be avoided to prevent unacceptable
failure consequences, relative displacements must be accommo-
dated by flexible connections.

FIGURE C13.3-3 Approximate Floor Response Spectrum
Source: Kehoe and Hachem (2003); reproduced with permission from
the Applied Technology Council.
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C13.3.2.2 Displacements between Structures. A component or
system connected to two structures must accommodate horizontal
movements in any direction, as illustrated in Fig. C13.3-5.

C13.3.3 Component Period. Component period is used to
classify components as rigid (T ≤ 0.06 s) or flexible
(T > 0.06 s). Determination of the fundamental period of an
architectural, mechanical, or electrical component using
analytical or test methods is often difficult and, if not properly
performed, may yield incorrect results. In the case of mechanical
and electrical equipment, the flexibility of component supports
and attachments typically dominates component response and
fundamental component period, and analytical determinations of
component period should consider those sources of flexibility.
Where testing is used, the dominant mode of vibration of concern
for seismic evaluation must be excited and captured by the test
setup. The dominant mode of vibration for these types of
components cannot generally be acquired through in situ tests
that measure only ambient vibrations. To excite the mode of
vibration with the highest fundamental period by in situ testing,
relatively significant input levels of motion may be required to
activate the flexibility of the base and attachment. A resonant
frequency search procedure, such as that given in ICC-ES
acceptance criteria (AC156 2010), may be used to identify the
dominant modes of vibration of a component.

Many mechanical components have fundamental periods be-
low 0.06 s and may be considered rigid. Examples include
horizontal pumps, engine generators, motor generators, air com-
pressors, and motor-driven centrifugal blowers. Other types of
mechanical equipment, while relatively stiff, have fundamental
periods (up to about 0.13 s) that do not permit automatic
classification as rigid. Examples include belt-driven and vane
axial fans, heaters, air handlers, chillers, boilers, heat exchangers,
filters, and evaporators. Where such equipment is mounted on
vibration isolators, the fundamental period is substantially
increased.

Electrical equipment cabinets can have fundamental periods
ranging from 0.06 to 0.3 s, depending upon the supported weight
and its distribution, the stiffness of the enclosure assembly, the
flexibility of the enclosure base, and the load path through to the
attachment points. Tall, narrow motor control centers and switch-
boards lie at the upper end of this period range. Low- and
medium-voltage switchgear, transformers, battery chargers,
inverters, instrumentation cabinets, and instrumentation racks
usually have fundamental periods ranging from 0.1 to 0.2 s.
Braced battery racks, stiffened vertical control panels, bench
boards, electrical cabinets with top bracing, and wall-mounted
panelboards generally have fundamental periods ranging from
0.06 to 0.1 s.

Flexible glazing
system

Rigid spandrels

h x

x

yδ

h sx

h y

FIGURE C13.3-4 Displacements over Less than Story Height
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FIGURE C13.3-5 Displacements between Structures
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C13.4 NONSTRUCTURAL COMPONENT
ANCHORAGE

Unless exempted in Section 13.1.4 or 13.6.9, components must
be anchored to the structure, and all required supports and
attachments must be detailed in the construction documents. To
satisfy the load path requirement of this section, the detailed
information described in Section C13.2.7 must be communicated
during the design phase to the registered design professional
responsible for the design of the supporting structure. The load
path includes housekeeping slabs and curbs, which must be
adequately reinforced and positively fastened to the supporting
structure. Because the exact magnitude and location of the loads
imposed on the structure may not be known until nonstructural
components are ordered, the initial design of supporting struc-
tural elements should be based on conservative assumptions. The
design of the supporting structural elements must be verified
once the final magnitude and location of the design loads have
been established. The limited exception for ballasted rooftop
solar panels meeting the requirements of Section 13.6.12 is
intended to accommodate the increasing use of such arrays on
roof systems where positive attachment is difficult.
Design documents should provide details with sufficient in-

formation so that compliance with these provisions can be
verified. Parameters such as ap, Rp, Ip, SDS, and Wp should be
noted. Attachment details may include, as appropriate, dimen-
sions and material properties of the connecting material, weld
sizes, bolt sizes and material types for steel-to-steel connections,
postinstalled anchor types, diameters, embedments, installation
requirements, sheet metal screw diameters and material thick-
nesses of the connected parts, wood fastener types, and minimum
requirements for specific gravity of the base materials.
Seismic design forces are determined using the provisions of

Section 13.3.1. Specific reference standards should be consulted
for additional adjustments to loads or strengths. Refer, for
example, to the anchor design provisions of ACI 318, Chapter 17,
for specific provisions related to seismic design of anchors in
concrete. Unanchored components often rock or slide when
subjected to earthquake motions. Because this behavior may
have serious consequences, is difficult to predict, and is exacer-
bated by vertical ground motions, positive restraint must be
provided for each component.
The effective seismic weight used in design of the seismic

force-resisting system must include the weight of supported
components. To satisfy the load path requirements of this section,
localized component demand must also be considered. This
satisfaction may be accomplished by checking the capacity of
the first structural element in the load path (for example, a floor
beam directly under a component) for combined dead, live,
operating, and seismic loads, using the horizontal and vertical
loads from Section 13.3.1 for the seismic demand, and repeating
this procedure for each structural element or connection in the
load path until the load case, including horizontal and vertical
loads from Section 13.3.1, no longer governs design of the
element. The load path includes housekeeping slabs and curbs,
which must be adequately reinforced and positively fastened to
the supporting structure.
Because the exact magnitude and location of loads imposed on

the structure may not be known until nonstructural components are
ordered, the initial design of supporting structural elements should
be based on conservative assumptions. The design of the support-
ing structural elements may need to be verified once the final
magnitude and location of the design loads have been established.
Tests have shown that there are consistent shear ductility

variations between bolts installed in drilled or punched plates

with nuts and connections using welded shear studs. The need for
reductions in allowable loads for particular anchor types to
account for loss of stiffness and strength may be determined
through appropriate dynamic testing. Although comprehensive
design recommendations are not available at present, this issue
should be considered for critical connections subject to dynamic
or seismic loading.

C13.4.1 Design Force in the Attachment. Previous editions of
ASCE/SEI 7 included provisions for the amplification of forces
to design the component anchorage. These provisions were
intended to ensure that the anchorage either (a) would respond
to overload in a ductile manner or (b) would be designed so that
the anchorage would not be the weakest link in the load path.
Because of the difficulties associated with the application of

the anchorage provisions in Section 13.4 in conjunction with
anchorage provisions in other reference standards, the provisions
for anchorage in ASCE/SEI 7-10 are substantially simplified.
Adjustments on the Rp value used for the anchorage calculation
have been eliminated, with the exception of the upper limit on Rp
of 6, which is intended primarily to address the anchorage of
ductile piping systems that are assigned higher Rp values. These
higher component response modification factors reflect the in-
herent ductility and overstrength of ductile piping but may result
in an underprediction of the forces on the anchorage.

C13.4.2 Anchors in Concrete or Masonry. Design capacity
for anchors in concrete must be determined in accordance with
ACI 318, Chapter 17. Design capacity for anchors in masonry is
determined in accordance with TMS 402. Anchors must be
designed to have ductile behavior or to provide a specified
degree of excess strength. Depending on the specifics of the
design condition, ductile design of anchors in concrete may
satisfy one or more of the following objectives:

1. Adequate load redistribution between anchors in a group;
2. Allowance for anchor overload without brittle failure; or
3. Energy dissipation.

Achieving deformable, energy-absorbing behavior in the an-
chor itself is often difficult. Unless the design specifically
addresses the conditions influencing desirable hysteretic re-
sponse (e.g., adequate gauge length, anchor spacing, edge dis-
tance, and steel properties), anchors cannot be relied on for
energy dissipation. Simple geometric rules, such as restrictions
on the ratio of anchor embedment length to depth, may not be
adequate to produce reliable ductile behavior. For example, a
single anchor with sufficient embedment to force ductile tension
failure in the steel body of the anchor bolt may still experience
concrete fracture (a nonductile failure mode) if the edge distance
is small, the anchor is placed in a group of tension-loaded
anchors with reduced spacing, or the anchor is loaded in shear
instead of tension. In the common case where anchors are subject
primarily to shear, response governed by the steel element may
be nonductile if the deformation of the anchor is constrained by
rigid elements on either side of the joint. Designing the attach-
ment so that its response is governed by a deformable link in the
load path to the anchor is encouraged. This approach provides
ductility and overstrength in the connection while protecting the
anchor from overload. Ductile bolts should only be relied on as
the primary ductile mechanism of a system if the bolts are
designed to have adequate gauge length (using the unbonded
strained length of the bolt) to accommodate the anticipated
nonlinear displacements of the system at the design earthquake.
Guidance for determining the gauge length can be found in Part 3
of the 2009 NEHRP provisions.
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Anchors used to support towers, masts, and equipment are
often provided with double nuts for leveling during installation.
Where base-plate grout is specified at anchors with double nuts, it
should not be relied on to carry loads because it can shrink and
crack or be omitted altogether. The design should include the
corresponding tension, compression, shear, and flexure loads.

Postinstalled anchors in concrete and masonry should be
qualified for seismic loading through appropriate testing. The
requisite tests for expansion and undercut anchors in concrete
are given in ACI 355.2-07, Qualification of Post-Installed Me-
chanical Anchors in Concrete and Commentary (2007). Testing
and assessment procedures based on the ACI standard that
address expansion, undercut, screw, and adhesive anchors are
incorporated in ICC-ES acceptance criteria. AC193, Acceptance
Criteria for Mechanical Anchors in Concrete Elements (2012c),
and AC308, Acceptance Criteria for Post-Installed Adhesive
Anchors in Concrete Elements (2012d), refer to ACI 355.4-
11, Qualification of Post-Installed Adhesive Anchors in Concrete
and Commentary (2011c). These criteria, which include specific
provisions for screw anchors and adhesive anchors, also refer-
ence ACI qualification standards for anchors. For postinstalled
anchors in masonry, seismic prequalification procedures are
contained in ICC-ES AC01, Acceptance Criteria for Expansion
Anchors in Masonry Elements (2012b), AC58, Acceptance Cri-
teria for Adhesive Anchors in Masonry Elements (2012a), and
AC106, Acceptance Criteria for Predrilled Fasteners (Screw
Anchors) in Masonry (2012e).

Other references to adhesives (such as in Section 13.5.7.2)
apply not to adhesive anchors but to steel plates and other
structural elements bonded or glued to the surface of another
structural component with adhesive; such connections are gen-
erally nonductile.

C13.4.3 Installation Conditions. Prying forces on anchors,
which result from a lack of rotational stiffness in the
connected part, can be critical for anchor design and must be
considered explicitly.

For anchorage configurations that do not provide a direct
mechanism to transfer compression loads (for example, a base
plate that does not bear directly on a slab or deck but is supported
on a threaded rod), the design for overturningmust reflect the actual
stiffness of base plates, equipment, housing, and other elements in
the load path when computing the location of the compression
centroid and the distribution of uplift loads to the anchors.

C13.4.4 Multiple Attachments. Although the standard does
not prohibit the use of single anchor connections, it is good
practice to use at least two anchors in any load-carrying con-
nection whose failure might lead to collapse, partial collapse, or
disruption of a critical load path.

C13.4.5 Power-Actuated Fasteners. Restrictions on the use
of power-actuated fasteners are based on observations of
failures of sprinkler pipe runs in the 1994 Northridge earth-
quake. Although it is unclear from the record to what degree
the failures occurred because of poor installation, product
deficiency, overload, or consequential damage, the capacity
of power-actuated fasteners in concrete often varies more than
that of drilled postinstalled anchors. The shallow embedment,
small diameter, and friction mechanism of these fasteners make
them particularly susceptible to the effects of concrete cracking.
The suitability of power-actuated fasteners to resist tension in
concrete should be demonstrated by simulated seismic testing in
cracked concrete.

Where properly installed in steel, power-actuated fasteners
typically exhibit reliable cyclic performance. Nevertheless, they

should not be used singly to support suspended elements. Where
used to attach cladding and metal decking, subassembly testing
may be used to establish design capacities because the interaction
among the decking, the subframe, and the fastener can only be
estimated crudely by currently available analysis methods.

The exception permits the use of power-actuated fasteners for
specific light-duty applications with upper limits on the load that
can be resisted in these cases. All fasteners must have adequate
capacity for the calculated loads, including prying forces.

The exception allows for the continued use of power-actuated
fasteners in concrete for the vertical support of suspended
acoustical tile or lay-in panel ceilings and for other light distrib-
uted systems such as small-diameter conduit held to the concrete
surface with C-clips. Experience indicates that these applications
have performed satisfactorily because of the high degree of
redundancy and light loading. Other than ceilings, hung systems
should not be included in this exception because of the potential
for bending in the fasteners.

The exception for power-actuated fasteners in steel provides a
conservative limit on loading. Currently, no accepted procedure
exists for the qualification of power-actuated fasteners to resist
earthquake loads.

C13.4.6 Friction Clips. The term friction clip is defined in
Section 11.2 in a general way to encompass C-type beam
clamps, as well as cold-formed metal channel (strut)
connections. Friction clips are suitable to resist seismic forces
provided that they are properly designed and installed, but under
no circumstances should they be relied on to resist sustained
gravity loads. C-type clamps must be provided with restraining
straps, as shown in Fig. C13.4-1.

C13.5 ARCHITECTURAL COMPONENTS

For structures in Risk Categories I through III, the requirements
of Section 13.5 are intended to reduce property damage and life-
safety hazards posed by architectural components and caused by
loss of stability or integrity. When subjected to seismic motion,
components may pose a direct falling hazard to building occu-
pants or to people outside the building (as in the case of parapets,
exterior cladding, and glazing). Failure or displacement of
interior components (such as partitions and ceiling systems in
exits and stairwells) may block egress.

For structures in Risk Category IV, the potential disruption of
essential function caused by component failure must also be
considered.

Architectural component failures in earthquakes can be caused
by deficient design or construction of the component,

FIGURE C13.4-1 C-Type Beam Clamp Equipped with a
Restraining Strap
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interrelationship with another component that fails, interaction
with the structure, or inadequate attachment or anchorage. For
architectural components, attachment and anchorage are typically
the most critical concerns related to their seismic performance.
Concerns regarding loss of function are most often associated with
mechanical and electrical components. Architectural damage,
unless severe, can be accommodated temporarily. Severe archi-
tectural damage is often accompanied by significant structural
damage.

C13.5.1 General. Suspended architectural components are not
required to satisfy the force and displacement requirements of
Chapter 13, where prescriptive requirements are met. The
requirements were relaxed in the 2005 edition of the standard
to better reflect the consequences of the expected behavior. For
example, impact of a suspended architectural ornament with a
sheet metal duct may only dent the duct without causing a
credible danger (assuming that the ornament remains intact).
The reference to Section 13.2.3 allows the designer to consider
such consequences in establishing the design approach.
Nonstructural components supported by chains or otherwise

suspended from the structure are exempt from lateral bracing
requirements, provided that they are designed not to inflict damage
to themselves or any other component when subject to seismic
motion. However, for the 2005 edition, it was determined that
clarifications were needed on the type of nonstructural compo-
nents allowed by these exceptions and the acceptable conse-
quences of interaction between components. In ASCE 7-02,
certain nonstructural components that could represent a fire hazard
after an earthquake were exempted frommeeting the Section 9.6.1
requirements. For example, gas-fired space heaters clearly pose a
fire hazard after an earthquake, but were permitted to be exempted
from the ASCE 7-02 Section 9.6.1 requirements. The fire hazard
after the seismic event must be given the same level of consider-
ation as the structural failure hazard when considering compo-
nents to be covered by this exception. In addition, the ASCE 7-02
language was sometimes overly restrictive because it did not
distinguish between credible seismic interactions and incidental
interactions. In ASCE 7-02, if a suspended lighting fixture could
hit and dent a sheet metal duct, it would have to be braced,
although no credible danger is created by the impact. The new
reference in Section 13.2.3 of ASCE 7-05 allowed the designer to
consider whether the failures of the component and/or the adjacent
components are likely to occur if contact is made. These provi-
sions were carried into ASCE 7-10.

C13.5.2 Forces and Displacements. Partitions and interior and
exterior glazing must accommodate story drift without failure
that will cause a life-safety hazard. Design judgment must be
used to assess potential life-safety hazards and the likelihood of
life-threatening damage. Special detailing to accommodate drift
for typical gypsum board or demountable partitions is unlikely to
be cost-effective, and damage to these components poses a low
hazard to life safety. Damage in these partitions occurs at low
drift levels but is inexpensive to repair.
If they must remain intact after strong ground motion, non-

structural fire-resistant enclosures and fire-rated partitions require
special detailing that provides isolation from the adjacent or
enclosing structure for deformation equivalent to the calculated
drift (relative displacement). In-plane differential movement
between structure and wall is permitted. Provision must be made
for out-of-plane restraint. These requirements are particularly
important in steel or concrete moment-frame structures, which
experience larger drifts. The problem is less likely to be encoun-
tered in stiff structures, such as those with shear walls.

Differential vertical movement between horizontal cantilevers
in adjacent stories (such as cantilevered floor slabs) has occurred
in past earthquakes. The possibility of such effects should be
considered in the design of exterior walls.

C13.5.3 Exterior Nonstructural Wall Elements and
Connections. Nonbearing wall panels that are attached to and
enclose the structure must be designed to resist seismic (inertial)
forces, wind forces, and gravity forces and to accommodate
movements of the structure resulting from lateral forces and
temperature change. The connections must allow wall panel
movements caused by thermal and moisture changes and must
be designed to prevent the loss of load-carrying capacity in the
event of significant yielding. Where wind loads govern, common
practice is to design connectors and panels to allow for not less
than two times the story drift caused by wind loads determined,
using a return period appropriate to the site location.
Design to accommodate seismic relative displacements often

presents a greater challenge than design for strength. Story drifts
can amount to 2 in. (50 mm) or more. Separations between
adjacent panels are intended to limit contact and resulting panel
misalignment or damage under all but extreme building response.
Section 13.5.3, item 1, calls for a minimum separation of 1/2 in.
(13 mm). For practical joint detailing and acceptable appearance,
separations typically are limited to about 3/4 in. (19 mm).
Manufacturing and construction tolerances for both wall ele-
ments and the supporting structure must be considered in estab-
lishing design joint dimensions and connection details.
Cladding elements, which are often stiff in-plane, must be

isolated so that they do not restrain and are not loaded by drift of
the supporting structure. Slotted connections can provide isola-
tion, but connections with long rods that flex achieve the desired
behavior without requiring precise installation. Such rods must
be designed to resist tension and compression in addition to
induced flexural stresses and brittle, low-cycle fatigue failure.
Full-story wall panels are usually rigidly attached to and move

with the floor structure nearest the panel bottom and isolated at
the upper attachments. Panels also can be vertically supported at
the top connections with isolation connections at the bottom. An
advantage of this configuration is that failure of an isolation
connection is less likely to result in complete detachment of the
panel because it tends to rotate into the structure rather than away
from it.
To minimize the effects of thermal movements and shrinkage

on architectural cladding panels, connection systems are gener-
ally detailed to be statically determinate. Because the resulting
support systems often lack redundancy, exacerbating the con-
sequences of a single connection failure, fasteners must be
designed for amplified forces and connecting members must be
ductile. The intent is to keep inelastic behavior in the connecting
members while the more brittle fasteners remain essentially
elastic. To achieve this intent, the tabulated ap, Rp, and Ω0
values produce fastener design forces that are about three times
those for the connecting members.
Limited deformability curtain walls, such as aluminum sys-

tems, are generally light and can undergo large deformations
without separating from the structure. However, care must be
taken in design of these elements so that low deformability
components (as defined in Section 11.2) that may be part of the
system, such as glazing panels, are detailed to accommodate the
expected deformations without failure.
In Table 13.5-1, veneers are classified as either limited or low-

deformability elements. Veneers with limited deformability, such
as vinyl siding, pose little risk. Veneers with low deformability,
such as brick and ceramic tile, are highly sensitive to the
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performance of the supporting substrate. Significant distortion of
the substrate results in veneer damage, possibly including separa-
tion from the structure. The resulting risk depends on the size and
weight of fragments likely to be dislodged and on the height from
which the fragments would fall. Detachment of large portions of
the veneer can pose a significant risk to life. Such damage can be
reduced by isolating veneer from displacements of the supporting
structure. For structures with flexible lateral force-resisting sys-
tems, such as moment frames and buckling-restrained braced
frames, approaches used to design nonbearing wall panels to
accommodate story drift should be applied to veneers.

The limits on length to diameter ratios are needed to ensure
proper connection performance. Recent full-scale building shake
table tests conducted at University of California, San Diego,
demonstrated that sliding connections perform well when the rod
is short. Longer rods in sliding connections bind if there is
significant bending and rotation in the rod, which may lead to a
brittle failure. For rods that accommodate drift by flexure, longer
rods reduce inelastic bending demands and provide better per-
formance. Since anchor rods used in sliding and bending may
undergo inelastic action, the use of mild steel improves ductility.

Threaded rods subjected to bending have natural notches (the
threads) and are therefore a concern for fatigue. In high-seismic
applications, the response may induce a high bending demand
and low-cycle fatigue. Cold-worked threaded rod offers signifi-
cantly reduced ductility unless annealed. Rods meeting the
requirements of ASTM F1554, Grade 36, in their as-fabricated
condition (i.e., after threading) provide the desired level of
performance. ASTM 1554 rods that fulfill the requirements of
Supplement 1 for Grade 55 Bars and Anchor Bolts are also
acceptable. Other grades that may also be acceptable include
ASTMA36, A307, A572, Grade 50, and A588. Other connection
configurations and materials may be used, provided that they are
approved in accordance with ASCE 7-16 Section 1.3.1.3 and are
designed to accommodate the story drift without brittle failure.

The reference to Dp has been changed to Dpl to reflect consid-
eration of the earthquake Importance Factor on drift demands.
Connections should include a means for accommodating erection
tolerance so that the required connection capacity is maintained.

C13.5.4 Glass. Glass is commonly secured to the window
system framing by a glazing pocket built into the framing.
This is commonly referred to as a mechanically captured or
dry-glazed window system. Glass can also be secured to the
window system framing with a structural silicone sealant. This is
commonly referred to as a wet-glazed window system. Imposed
loads are transferred from the glass to the window system
framing through the adhesive bond of the structural silicone
sealant. ASTM C1401 Standard Guide for Structural Sealant
Glazing (2014b) provides guidance and reference standards for
manufacture, testing, design and installation of structural silicone
sealant. This standard addresses glazing sloped to a maximum of
15° from vertical. For glazing slopes exceeding 15°, additional
general building code requirements pertaining to sloped glazing
and skylights apply.

C13.5.5 Out-of-Plane Bending. The effects of out-of-plane
application of seismic forces (defined in Section 13.3.1) on
nonstructural walls, including the resulting deformations, must be
considered. Where weak or brittle materials are used, conventional
deflection limits are expressed as a proportion of the span. The
intent is to preclude out-of-plane failure of heavy materials (such as
brick or block) or applied finishes (such as stone or tile).

C13.5.6 Suspended Ceilings. Suspended ceiling systems are
fabricated using a wide range of building materials with differing

characteristics. Some systems (such as gypsum board, screwed or
nailed to suspended members) are fairly homogeneous and
should be designed as light-frame diaphragm assemblies,
using the forces of Section 13.3 and the applicable material-
specific design provisions of Chapter 14. Others are composed of
discrete elements laid into a suspension system and are the
subject of this section.

Seismic performance of ceiling systems with lay-in or acous-
tical panels depends on support of the grid and individual panels
at walls and expansion joints, integrity of the grid and panel
assembly, interaction with other systems (such as fire sprinklers),
and support for other nonstructural components (such as light
fixtures and HVACR systems). Observed performance problems
include dislodgement of tiles because of impact with walls and
water damage (sometimes leading to loss of occupancy) because
of interaction with fire sprinklers.

Suspended lath and plaster ceilings are not exempted from the
requirements of this section because of their more significant
mass and the greater potential for harm associated with their
failure. However, the prescriptive seismic provisions of Section
13.5.6.2 and ASTM E580 for acoustical tile and lay-in panel
ceilings, including the use of compression posts, are not directly
applicable to these systems primarily because of their behavior as
a continuous diaphragm and greater mass. As such, they require
more attention to design and detailing, in particular for the
attachment of the hanger wires to the structure and main carriers,
the attachment of the cross-furring channels to main carriers, and
the attachment of lath to cross-furring channels. Attention should
also be given to the attachment of light fixtures and diffusers to
the ceiling structure. Bracing should consider both horizontal and
vertical movement of the ceiling, as well as discontinuities and
offsets. The seismic design and detailing of lath and plaster
ceilings should use rational engineering methods to transfer
seismic design ceiling forces to the building structural elements.

The performance of ceiling systems is affected by the
placement of seismic bracing and the layout of light fixtures
and other supported loads. Dynamic testing has demonstrated
that splayed wires, even with vertical compression struts, may
not adequately limit lateral motion of the ceiling system caused
by straightening of the end loops. Construction problems include
slack installation or omission of bracing wires caused by obstruc-
tions. Other testing has shown that unbraced systems may
perform well where the system can accommodate the expected
displacements, by providing both sufficient clearance at penetra-
tions and wide closure members, which are now required by the
standard.

With reference to the exceptions in Section 13.5.6,

• The first exemption is based on the presumption that lateral
support is accomplished by the surrounding walls for areas
equal to or less than 144 ft2 (13.4 m2) (e.g., a 12-ft by 12-ft
(3.7-m by 3.7-m) room). The 144 ft2 (13.4 m2) limit corre-
sponds historically to an assumed connection strength of
180 lb (4.5 N) and forces associated with requirements for
suspended ceilings that first appeared in the 1976 Uniform
Building Code.

• The second exemption assumes that planar, horizontal
drywall ceilings behave as diaphragms (i.e., develop in-
plane strength). This assumption is supported by the perfor-
mance of drywall ceilings in past earthquakes.

C13.5.6.1 Seismic Forces. Where the weight of the ceiling
system is distributed nonuniformly, that condition should be
considered in the design because the typical T-bar ceiling grid
has limited ability to redistribute lateral loads.

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 607

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



Table C13.5-1 Summary of Requirements for Acoustical Tile or Lay-in Panel Ceilings

Item Seismic Design Category C Seismic Design Categories D, E, and F

Less Than or Equal to 144 ft2

NA No requirements. (§1.4) No requirements. (§1.4)

Greater than 144 ft2 but less than or equal to 1,000 ft2

Duty Rating Only Intermediate or Heavy Duty Load Rated grid as defined by
ASTM C635 may be used for commercial ceilings. (ASTM
C635 sections 4.1.3.1, 4.1.3.2, & 4.1.3.3)

Heavy Duty Load Rating as defined in ASTM C635 is required.
(§5.1.1)

Grid Connections Minimum main tee connection and cross tee intersection strength
of 60 lb. (§4.1.2)

Minimum main tee connection and cross tee intersection strength
of 180 lb. (§5.1.2)

Vertical
Suspension Wires

Vertical hanger wires must be a minimum of 12 gauge. (§4.3.1) Vertical hanger wire must be a minimum of 12 gauge. (§5.2.7.1)
Vertical hanger wires maximum 4 ft on center. (§4.3.1) Vertical hanger wires maximum 4 ft on center. (§5.2.7.1)
Vertical hanger wires must be sharply bent and wrapped with

three turns in 3 in. or less. (§4.3.2)
Vertical hanger wires must be sharply bent and wrapped with

three turns in 3 in. or less. (§5.2.7.2)
All vertical hanger wires may not be more than 1 in 6 out of

plumb without having additional wires counter-splayed.
(§4.3.3)

All vertical hanger wires may not be more than 1 in 6 out of
plumb without having additional wires counter-splayed.
(§5.2.7.3)

Any connection device from the vertical hanger wire to the
structure above must sustain a minimum load of 90 lb. (§4.3.2)

Any connection device from the vertical hanger wire to the
structure above must sustain a minimum load of 90 lb.
(§5.2.7.2)

Wires may not attach to or bend around interfering equipment
without the use of trapezes. (§4.3.4)

Wires may not attach to or bend around interfering equipment
without the use of trapezes. (§5.2.7.4)

Lateral Bracing Lateral bracing is not permitted. Ceiling is intended to “float”
relative to balance of structure. Tee connections may be
insufficient to maintain integrity if braces were included.
NOTE 1)

Not required under 1,000 ft2. For ceiling areas under 1,000 ft2,
perimeter and tee connections are presumed to be sufficiently
strong to maintain integrity whether bracing is installed or not.
(§5.2.8.1)

Perimeter Perimeter closure (molding) width must be a minimum of 7/8 in.
(§4.2.2)

Perimeter closure (molding) width must be a minimum of 2 in.
(§5.2.2)

Perimeter closures with a support ledge of less than 7/8-in. shall
be supported by perimeter vertical hanger wires not more than
8 in. from the wall. (§4.2.3)

Two adjacent sides must be connected to the wall or perimeter
closure. (§5.2.3)

A minimum clearance of 3/8 in. must be maintained on all four
sides. (§4.2.4)

A minimum clearance of 3/4 in. must be maintained on the other
two adjacent sides. (§5.2.3)

Permanent attachment of grid ends is not permitted (§4.2.6) Perimeter tees must be supported by vertical hanger wires not
more than 8 in. from the wall. (§5.2.6)

Perimeter tee ends must be prevented from spreading. (§4.2.5) Perimeter tee ends must be prevented from spreading. (§5.2.4)
Light Fixtures Light fixtures must be positively attached to the grid by at least

two connections, each capable of supporting the weight of the
lighting fixture. (§4.4.1 and NEC)

Light fixtures must be positively attached to the grid by at least
two connections, each capable of supporting the weight of the
lighting fixture. (NEC, §5.3.1)

Surface-mounted light fixtures shall be positively clamped to the
grid. (§4.4.2)

Surface-mounted light fixtures shall be positively clamped to the
grid. (§5.3.2)

Clamping devices for surface-mounted light fixtures shall have
safety wires to the ceiling hanger or to the structure above.
(§4.4.2)

Clamping devices for surface-mounted light fixtures shall have
safety wires to the ceiling wire or to the structure above.
(§5.3.2)

Light fixtures and attachments weighing 10 lb or less require one
number 12 gauge (minimum) hanger wire connected to the
housing (e.g., canister light fixture). This wire may be slack.
(§4.4.3)

When cross tees with a load-carrying capacity of less than 16 lb/ft
are used, supplementary hanger wires are required. (§5.3.3)

Light fixtures that weigh greater than 10 but less than or equal to
56 lb require two number 12 gauge (minimum) hanger wires
connected to the housing. These wires may be slack. (§4.4.4)

Light fixtures and attachments weighing 10 lb or less require one
12-gauge minimum hanger wire connected to the housing
and connected to the structure above. This wire may be slack.
(§5.3.4)

Light fixtures that weigh more than 56 lb require independent
support from the structure. (§4.4.5)

Light fixtures that weigh greater than 10 but less than or equal to
56 lb require two number 12 gauge minimum hanger wires
attached to the fixture housing and connected to the structure
above. These wires may be slack. (§5.3.5)

Pendant-hung light fixtures shall be supported by a minimum
9-gauge wire or other approved alternate. (§4.4.6)

Light fixtures that weigh more than 56 lb require independent
support from the structure by approved hangers. (§5.3.6)

Rigid conduit is not permitted for the attachment of fixtures.
(§4.4.7)

Pendant-hung light fixtures shall be supported by a minimum
9-gauge wire or other approved support. (§5.3.7)

Rigid conduit is not permitted for the attachment of fixtures.
(§5.3.8)
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Table C13.5-1 (Continued) Summary of Requirements for Acoustical Tile or Lay-in Panel Ceilings

Item Seismic Design Category C Seismic Design Categories D, E, and F

Mechanical
Services

Flexibly mounted mechanical services weighing less than or
equal to 20 lb must be positively attached to main runners or
cross runners with the same load-carrying capacity as the main
runners. (§4.5.1)

Flexibly mounted mechanical services weighing less than or
equal to 20 lb must be positively attached to main runners or
cross runners with the same load-carrying capacity as the main
runners. (§5.4.1)

Flexibly mounted mechanical services weighing more than 20 lb
but less than or equal to 56 lb must be positively attached to
main runners or cross runners with the same load-carrying
capacity as the main runners and require two 12-gauge
(minimum) hanger wires. These wires may be slack. (§4.5.2)

Flexibly mounted mechanical services weighing more than 20 lb
but less than or equal to 56 lb must be positively attached to
main runners or cross runners with the same load-carrying
capacity as the main runners and require two 12-gauge
(minimum) hanger wires. These wires may be slack. (§5.4.2)

Flexibly mounted mechanical services greater than 56 lb require
direct support from the structure. (§4.5.3)

Flexibly mounted mechanical services greater than 56 lb require
direct support from the structure. (§5.4.3)

Supplemental
Requirements

All ceiling penetrations must have a minimum of 3/8 in. clearance
on all sides. (§4.2.4)

Direct concealed systems must have stabilizer bars or
mechanically connected cross tees a maximum of 60 in. on
center with stabilization within 24 in. of the perimeter. (§5.2.5)

Bracing is required for ceiling plane elevation changes. (§5.2.8.6)
Cable trays and electrical conduits shall be supported

independently of the ceiling. (§5.2.8.7)
2,500 ft2

All ceiling penetrations and independently supported fixtures or
services must have closures that allow for a 1-in. movement.
(§5.2.8.5)

An integral ceiling sprinkler system may be designed by the
licensed design professional to eliminate the required spacing
of penetrations. (§5.2.8.8)

A licensed design professional must review the interaction of
nonessential ceiling components with essential ceiling
components to prevent the failure of the essential components.
(§5.7.1)

Partitions The ceiling may not provide lateral support to partitions. (§4.6.1) Partition attached to the ceiling and all partitions greater than feet
in height shall be laterally braced to the building structure.
This bracing must be independent of the ceiling. (§5.5.1)

Partitions attached to the ceiling must use flexible connections to
avoid transferring force to the ceiling. (§4.6.1)

Exceptions The ceiling weight must be less than 2.5 lb=ft2, otherwise the
prescribed construction for Seismic Design Categories D, E,
and F must be used. (§4.1.1)

None.

Greater than 1,000 ft2 but less than or equal to 2,500 ft2

Lateral Bracing No additional requirements. Lateral force bracing (4, 12 gauge splay wires) is required within
2 in. of main tee/cross tee intersection and splayed 90 deg
apart in the plan view, at maximum 45-deg angle from the
horizontal and located 12 ft on center in both directions,
starting 6 ft from walls. (§5.2.8.1 & §5.2.8.2)

Lateral force bracing must be spaced a minimum of 6 in. from
unbraced horizontal piping or ductwork. (§5.2.8.3)

Lateral force bracing connection strength must be a minimum of
250 lb. (§5.2.8.3)

Rigid bracing designed to limit deflection at the point of
attachment to less than 0.25 in. may be used in place of splay
wires.

Unless rigid bracing is used or calculations have shown that
lateral deflection is less than 1/4 in., sprinkler heads and other
penetrations shall have a minimum of 1-in. clear space in all
directions. (§5.2.8.5)

Greater than 2,500 ft2

Special
Considerations

No additional requirements. Seismic separation joints with a minimum or 3/4-in. axial
movement, bulkhead, or full-height partitions with the usual 2-
in. closure and other requirements. (§5.2.9.1)

Areas defined by seismic separation joints, bulkheads, or full-
height partitions must have a ratio of long to short dimensions
of less than or equal to 4. (§5.2.9.1)

Notes: There are no requirements for suspended ceilings located in structures assigned to Seismic Design Categories A and B. Unless otherwise noted, all section
references in parentheses (§) refer to ASTM E580 (2014).
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C13.5.6.2 Industry Standard Construction for Acoustical
Tile or Lay-In Panel Ceilings. The key to good seismic
performance is sufficiently wide closure angles at the perimeter
to accommodate relative ceiling motion and adequate clearance at
penetrating components (such as columns and piping) to avoid
concentrating restraining loads on the ceiling system.
Table C13.5-1 provides an overview of the combined require-

ments of ASCE/SEI 7 and ASTM E580 (2014a). Careful review
of both documents is required to determine the actual
requirements.

C13.5.6.2.1 Seismic Design Category C. The prescribed method
for SDC C is a floating ceiling. The design assumes a
small displacement of the building structure caused by the earth-
quake at the ceiling and isolates the ceiling from the perimeter. The
vertical hanger wires are not capable of transmitting significant
movement or horizontal force into the ceiling system, and there-
fore the ceiling does not experience significant force or displace-
ment as long as the perimeter gap is not exceeded. All penetrations
and services must be isolated from the building structure for this
construction method to be effective. If this isolation is impractical
or undesirable, the prescribed construction for SDCs D, E, and F
may be used.

C13.5.6.2.2 Seismic Design Categories D through F. The in-
dustry standard construction addressed in this section relies on
ceiling contact with the perimeter wall for restraint.
Typical splay wire lateral bracing allows for some movement

before it effectively restrains the ceiling. The intent of the 2-in.
(50-mm) perimeter closure wall angle is to permit back-and-
forth motion of the ceiling during an earthquake without loss
of support, and the width of the closure angle is important to
good performance. This standard has been experimentally
verified by large-scale testing conducted by ANCO Engineers,
Inc., in 1983.
Extensive shake table testing using the protocol contained in

ICC-ES AC156 by major manufacturers of suspended ceilings
has been used to justify the use of perimeter clips designed to
accommodate the same degree of movement as the closure angle
while supporting the tee ends. These tests are conducted on 16-ft
by 16-ft (4.9-m by 4.9-m) ceiling installations. Testing on larger
ceiling systems reported by Rahmanishamsi et al. (2014) and
Soroushian et al. (2012, 2014) indicates that the use of approved
perimeter clips may lead to damage to the grid members and
seismic clips, crushing of wall angles, and deformation of grid
latches at moderate ground motion levels if the grid member
loses contact with the horizontal leg of the closure angle or
channel. A requirement has been added to screw the clips to the
closure angle or channel to prevent this type of damage.
The requirement for a 1-in. (25-mm) clearance around sprin-

kler drops found in Section 13.5.6.2.2 (e) of ASCE/SEI 7-05 is
maintained and is contained in ASTM E580.
This seismic separation joint is intended to break the ceiling

into isolated areas, preventing large-scale force transfer across
the ceiling. The new requirement to accommodate 3/4-in. (19-
mm) axial movement specifies the performance requirement for
the separation joint.
The requirement for seismic separation joints to limit ceiling

areas to 2,500 ft2 (232.3 m2) is intended to prevent overload of
the connections to the perimeter angle. Limiting the ratio of long
to short dimensions to 4:1 prevents dividing the ceiling into long
and narrow sections, which could defeat the purpose of the
separation.

C13.5.6.3 Integral Construction. Ceiling systems that use
integral construction are constructed of modular pre-engineered

components that integrate lights, ventilation components, fire
sprinklers, and seismic bracing into a complete system. They
may include aluminum, steel, and PVC components and may
be designed using integral construction of ceiling and wall. They
often use rigid grid and bracing systems, which provide lateral
support for all the ceiling components, including sprinkler drops.
This bracing reduces the potential for adverse interactions among
components and eliminates the need to provide clearances for
differential movement.

C13.5.7 Access Floors

C13.5.7.1 General. In past earthquakes and in cyclic load tests,
some typical raised access floor systems behaved in a brittle
manner and exhibited little reserve capacity beyond initial
yielding or failure of critical connections. Testing shows that
unrestrained individual floor panels may pop out of the
supporting grid unless they are mechanically fastened to
supporting pedestals or stringers. This fault may be a concern,
particularly in egress pathways.
For systems with floor stringers, it is accepted practice to

calculate the seismic force, Fp, for the entire access floor system
within a partitioned space and then distribute the total force to the
individual braces or pedestals. For stringerless systems, the
seismic load path should be established explicitly.
Overturning effects subject individual pedestals to vertical

loads well in excess of the weight, Wp, used in determining the
seismic force, Fp. It is unconservative to use the design vertical
load simultaneously with the design seismic force for design of
anchor bolts, pedestal bending, and pedestal welds to base plates.
“Slip-on” heads that are not mechanically fastened to the pedestal
shaft and thus cannot transfer tension are likely unable to transfer
to the pedestal the overturning moments generated by equipment
attached to adjacent floor panels.
To preclude brittle failure, each element in the seismic load

path must have energy-absorbing capacity. Buckling failure
modes should be prevented. Lower seismic force demands are
allowed for special access floors that are designed to preclude
brittle and buckling failure modes.

C13.5.7.2 Special Access Floors. An access floor can be a
“special access floor” if the registered design professional opts
to comply with the requirements of Section 13.5.7.2. Special
access floors include construction features that improve the
performance and reliability of the floor system under seismic
loading. The provisions focus on providing an engineered load
path for seismic shear and overturning forces. Special access floors
are designed for smaller lateral forces, and their use is encouraged
at facilities with higher nonstructural performance objectives.

C13.5.8 Partitions. Partitions subject to these requirements
must have independent lateral support bracing from the top of
the partition to the building structure or to a substructure attached
to the building structure. Some partitions are designed to span
vertically from the floor to a suspended ceiling system. The
ceiling system must be designed to provide lateral support for the
top of the partition. An exception to this condition is provided to
exempt bracing of light (gypsum board) partitions where the load
does not exceed the minimum partition lateral load. Experience
has shown that partitions subjected to the minimum load can be
braced to the ceiling without failure.

C13.5.9 Glass in Glazed Curtain Walls, Glazed Storefronts,
and Glazed Partitions. The performance of glass in
earthquakes falls into one of four categories:

1. The glass remains unbroken in its frame or anchorage.
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2. The glass cracks but remains in its frame or anchorage
while continuing to provide a weather barrier and to be
otherwise serviceable.

3. The glass shatters but remains in its frame or anchorage in a
precarious condition, likely to fall out at any time.

4. The glass falls out of its frame or anchorage, either in
shards or as whole panels.

Categories 1 and 2 satisfy both Immediate Occupancy and Life
Safety Performance Objectives. Although the glass is cracked in
Category 2, immediate replacement is not required. Categories 3
and 4 cannot provide for immediate occupancy, and their provi-
sion of life safety depends on the post-breakage characteristics of
the glass and the height from which it can fall. Tempered glass
shatters into multiple, pebble-size fragments that fall from the
frame or anchorage in clusters. These broken glass clusters are
relatively harmless to humans when they fall from limited heights,
but they could be harmful when they fall from greater heights.

C13.5.9.1 General. Eq. (13.5-2) is derived from Sheet Glass
Association of Japan (1982) and is similar to an equation in
Bouwkamp and Meehan (1960) that permits calculation of the
story drift required to cause glass-to-frame contact in a given
rectangular window frame. Both calculations are based on the
principle that a rectangular window frame (specifically, one that is
anchored mechanically to adjacent stories of a structure) becomes
a parallelogram as a result of story drift, and that glass-to-frame
contact occurs when the length of the shorter diagonal of the
parallelogram is equal to the diagonal of the glass panel itself. The
value Δfallout represents the displacement capacity of the system,
and Dp represents the displacement demand.

The 1.25 factor in the requirements described above reflects
uncertainties associated with calculated inelastic seismic dis-
placements of building structures. Wright (1989) states that
post-elastic deformations, calculated using the structural analysis
process may well underestimate the actual building deformation
by up to 30%. It would therefore be reasonable to require the
curtain wall glazing system to withstand 1.25 times the computed
maximum interstory displacement to verify adequate performance.

The reason for the second exception to Eq. (13.5-2) is that the
tempered glass, if shattered, would not produce an overhead
falling hazard to adjacent pedestrians, although some pieces of
glass may fall out of the frame.

C13.5.9.2 Seismic Drift Limits for Glass Components. As an
alternative to the prescriptive approach of Section 13.5.9.1, the
deformation capacity of glazed curtain wall systems may be
established by test.

C13.5.10 Egress Stairs and Ramps. In the Christchurch
earthquake of February 22, 2011, several buildings using pre-
cast concrete stairs provided with a sliding joint at one end
experienced stair collapse (Canterbury Earthquakes Royal Com-
mission 2012). In one notable case, the 18-story Forsyth Barr office
building, the structure was otherwise largely undamaged. In all
cases, the primary cause of collapse was loss of vertical bearing at
the end connection due to building drift that exceeded the support
detail capacity. These stairs, in general, were intended to serve as
egress routes, and occupants were trapped in some of these
buildings following the earthquake. In U.S. practice, precast
stairs (Fig. C13.5-1) are less common than steel-framed stairs
(Fig. C13.5-2), which are generally considered to be inherently
flexible. But in shake table tests conducted at the University of
California, San Diego, as part of the Network for Earthquake
Engineering Simulation (NEES) project, “Full-Scale Structural and
Nonstructural Building System Performance during Earthquakes

and Post-Earthquake Fire,” connections of the commercial metal
stair included in the test structure were shown to be brittle and
susceptible to damage. Considering the critical nature of egress for
life safety, specific attention to the ability of egress stairs to accept
building drift demands is warranted. Effective sliding joints in
typical steel stairs are complex to design and construct. Ductile
connections, capable of accepting the drift without loss of vertical
load-carrying capacity are often preferred. In such cases, sufficient
ductility must be provided in these connections to accommodate
multiple cycles at anticipated maximum drift levels. If drift is to be
accommodated with full sliding connections lacking a fail-safe
stop, additional length of bearing is required to prevent collapse
where displacements exceed design levels. Where stair systems are
rigidly attached to the structure, they must be included in the
structure model, and the resultant forces must be accommodated,
with overstrength, in the stair design.

These requirements do not apply to egress stair systems and
ramps that are integral with the building structure since it is
assumed that the seismic resistance of these systems is addressed
in the overall building design. Examples include stairs and ramps
comprising monolithic concrete construction, light-frame wood

FIGURE C13.5-2 Steel-Framed Exit Stair
Source: Courtesy of Tara Hutchinson.

FIGURE C13.5-1 Precast Stair
Source: Courtesy of Tindall Corp.

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 611

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



and cold-formed metal stair systems in multiunit residential
construction, and integrally constructed masonry stairs.

C13.6 MECHANICAL AND ELECTRICAL
COMPONENTS

These requirements, focused on design of supports and attach-
ments, are intended to reduce the hazard to life posed by loss of
component structural stability or integrity. The requirements
increase the reliability of component operation but do not address
functionality directly. For critical components where operability
is vital, Section 13.2.2 provides methods for seismically quali-
fying the component.
Traditionally, mechanical components (such as tanks and heat

exchangers) without rotating or reciprocating components are
directly anchored to the structure. Mechanical and electrical
equipment components with rotating or reciprocating elements
are often isolated from the structure by vibration isolators (using
rubber acting in shear, springs, or air cushions). Heavy mechani-
cal equipment (such as large boilers) may not be restrained at all,
and electrical equipment other than generators, which are nor-
mally isolated to dampen vibrations, usually is rigidly anchored
(for example, switch gear and motor control centers).
Two distinct levels of earthquake safety are considered in the

design of mechanical and electrical components. At the usual
safety level, failure of the mechanical or electrical component
itself because of seismic effects poses no significant hazard. In
this case, design of the supports and attachments to the structure
is required to avoid a life-safety hazard. At the higher safety
level, the component must continue to function acceptably after
the design earthquake. Such components are defined as desig-
nated seismic systems in Section 11.2 and may be required to
meet the special certification requirements of Section 13.2.2.
Not all equipment or parts of equipment need to be designed

for seismic forces. Where Ip is specified to be 1.0, damage to, or
even failure of, a piece or part of a component does not violate
these requirements as long as a life-safety hazard is not created.
The restraint or containment of a falling, breaking, or toppling
component (or its parts) by means of bumpers, braces, guys,
wedges, shims, tethers, or gapped restraints to satisfy these
requirements often is acceptable, although the component itself
may suffer damage.
Judgment is required to fulfill the intent of these requirements;

the key consideration is the threat to life safety. For example, a
nonessential air handler package unit that is less than 4 ft (1.2 m)
tall bolted to a mechanical room floor is not a threat to life as long
as it is prevented from significant displacement by having
adequate anchorage. In this case, seismic design of the air handler
itself is unnecessary. However, a 10-ft (3.0-m) tall tank on 6-ft
(1.8-m) long angles used as legs, mounted on a roof near a
building exit does pose a hazard. The intent of these requirements
is that the supports and attachments (tank legs, connections
between the roof and the legs, and connections between the legs
and the tank), and possibly even the tank itself be designed to
resist seismic forces. Alternatively, restraint of the tank by guys
or bracing could be acceptable.
It is not the intent of the standard to require the seismic design

of shafts, buckets, cranks, pistons, plungers, impellers, rotors,
stators, bearings, switches, gears, nonpressure retaining casings
and castings, or similar items. Where the potential for a hazard to
life exists, the design effort should focus on equipment supports,
including base plates, anchorages, support lugs, legs, feet, sad-
dles, skirts, hangers, braces, and ties.
Many mechanical and electrical components consist of com-

plex assemblies of parts that are manufactured in an industrial

process that produces similar or identical items. Such equipment
may include manufacturers’ catalog items and often are designed
by empirical (trial-and-error) means for functional and transpor-
tation loadings. A characteristic of such equipment is that it may
be inherently rugged. The term “rugged” refers to an ampleness
of construction that provides such equipment with the ability to
survive strong motions without significant loss of function. By
examining such equipment, an experienced design professional
usually should be able to confirm such ruggedness. The results of
an assessment of equipment ruggedness may be used in deter-
mining an appropriate method and extent of seismic design or
qualification effort.
The revisions to Table 13.6-1 in ASCE/SEI 07-10 were the

result of work done in recent years to better understand the
performance of mechanical and electrical components and their
attachment to the structure. The primary concepts of flexible
and rigid equipment and ductile and rugged behavior are drawn
from SEAOC (1999), Commentary Section C107.1.7. Material
on HVACR is based on ASHRAE (2000). Other material on
industrial piping, boilers, and pressure vessels is based on the
American Society of Mechanical Engineers codes and standards
publications (ASME 2007, 2010a, 2010b).

C13.6.1 General. The exception allowing unbraced suspended
components has been clarified, addressing concerns about the
type of nonstructural components allowed by these exceptions, as
well as the acceptable consequences of interaction between com-
ponents. In previous editions of the standard, certain nonstruc-
tural components that could represent a fire hazard after an
earthquake were exempt from lateral bracing requirements. In
the revised exception, reference to Section 13.2.3 addresses
such concerns while distinguishing between credible seismic
interactions and incidental interactions.
The seismic demand requirements are based on component

structural attributes of flexibility (or rigidity) and ruggedness.
Table 13.6-1 provides seismic coefficients based on judgments of
the component flexibility, expressed in the ap term, and rugged-
ness, expressed in the Rp term. It may also be necessary to
consider the flexibility and ductility of the attachment system that
provides seismic restraint.
Entries for components and systems in Table 13.6-1 are grouped

and described to improve clarity of application. Components are
divided into three broad groups, within which they are further
classified depending on the type of construction or expected
seismic behavior. For example, mechanical components include
“air-side” components (such as fans and air handlers) that experi-
ence dynamic amplification but are light and deformable; “wet-
side” components that generally contain liquids (such as boilers
and chillers) that are more rigid and somewhat ductile; and rugged
components (such as engines, turbines, and pumps) that are of
massive construction because of demanding operating loads and
that generally perform well in earthquakes, if adequately anchored.
A distinction is made between components isolated using

neoprene and those that are spring isolated. Spring-isolated
components are assigned a lower Rp value because they tend
to have less effective damping. Internally isolated components
are classified explicitly to avoid confusion.

C13.6.2 Mechanical Components and C13.6.3 Electrical
Components. Most mechanical and electrical equipment is
inherently rugged and, where properly attached to the
structure, has performed well in past earthquakes. Because the
operational and transportation loads for which the equipment is
designed typically are larger than those caused by earthquakes,
these requirements focus primarily on equipment anchorage and
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attachments. However, designated seismic systems, which are
required to function after an earthquake or which must maintain
containment of flammable or hazardous materials, must
themselves be designed for seismic forces or be qualified for
seismic loading in accordance with Section 13.2.2.

The likelihood of post-earthquake operability can be increased
where the following measures are taken:

1. Internal assemblies, subassemblies, and electrical contacts
are attached sufficiently to prevent their being subjected to
differential movement or impact with other internal assem-
blies or the equipment enclosure.

2. Operators, motors, generators, and other such components
that are functionally attached to mechanical equipment by
means of an operating shaft or mechanism are structurally
connected or commonly supported with sufficient rigidity
such that binding of the operating shaft is avoided.

3. Any ceramic or other nonductile components in the seismic
load path are specifically evaluated.

4. Adjacent electrical cabinets are bolted together and cabinet
lineups are prevented from impacting adjacent structural
members.

Components that could be damaged, or could damage other
components, and are fastened to multiple locations of a structure,
must be designed to accommodate seismic relative displacements.
Such components include bus ducts, cable trays, conduits, elevator
guide rails, and piping systems. As discussed in Section C13.3.2.1,
special design consideration is required where full story drift
demands are concentrated in a fraction of the story height.

The values of ap and Rp for air coolers (commonly known as
fin fans) with integral support legs in Table 13.6-1 are taken from
Guidelines for Seismic Evaluation and Design of Petrochemical
Facilities (ASCE 2011). The values listed for “fans” in Table
13.6-1 (ap = 2.5 and Rp = 6) are not intended for fin fans with
integral support legs. (They do apply where fin fans are not
supported on integral support legs.) As discussed in ASCE
(2011), fin fans with integral support legs have not performed

well in seismic events, such as the February 27, 2010, Chile
earthquake.

Typically, fin fans are supported on pipe racks (Fig. C13.6-1).
Where the fin fan is supported on legs, this configuration generally
creates a condition where a relatively rigid mass is supported
on flexible legs on top of a pipe rack and can result in significantly
higher seismic force demands. The support legs should be braced
in both directions. Knee braces should be avoided. Vertical
bracing should intersect columns at panel points with beams.
Where geometrically practical, chevron bracing may be used.
Whenever possible, it is recommended that the fin fan should be
designed without vendor-supplied integral legs and should be
supported directly on the pipe rack structural steel. In such cases,
the values of ap and Rp for fans apply.

Regardless of whether the fin fan vendor or the engineering
contractor provides the supporting steel, the structural steel directly
supporting the air coolers should be designed to the same level of
seismic detailing required of the pipe rack structural steel.

Mechanical components with similar construction details used
in fin fans (such as air-cooled heat exchangers, condensing units,
dry coolers, and remote radiators) are grouped with fin fans
because similar behavior is assumed.

C13.6.4 Component Supports. The intent of this section is to
require seismic design of all mechanical and electrical component
supports to prevent sliding, falling, toppling, or other movement
that could imperil life. Component supports are differentiated here
from component attachments to emphasize that the supports
themselves, as enumerated in the text, require seismic design
even if they are fabricated by the mechanical or electrical com-
ponent manufacturer. This need exists regardless of whether the
mechanical or electrical component itself is designed for seismic
loads.

C13.6.4.1 Design Basis. Standard supports are those developed
in accordance with a reference document (Section 13.1.7). Where
standard supports are not used, the seismic design forces and
displacement demands of Chapter 13 are used with applicable
material-specific design procedures of Chapter 14.

C13.6.4.2 Design for Relative Displacement. For some items,
such as piping, seismic relative displacements between support
points are of more significance than inertial forces. Components
made of high-deformability materials such as steel or copper
can accommodate relative displacements inelastically, provided
that the connections also provide high deformability. Threaded
and soldered connections exhibit poor ductility under inelastic
displacements, even for ductile materials. Components made of
less ductile materials can accommodate relative displacement
effects only if appropriate flexibility or flexible connections are
provided.

Detailing distribution systems that connect separate structures
with bends and elbows makes them less prone to damage and less
likely to fracture and fall, provided that the supports can accom-
modate the imposed loads.

C13.6.4.3 Support Attachment to Component. As used in
this section, “integral” relates to the manufacturing process, not
the location of installation. For example, both the legs of a
cooling tower and the attachment of the legs to the body of the
cooling tower must be designed, even if the legs are provided by
the manufacturer and installed at the plant. Also, if the cooling
tower has an Ip = 1.5, the design must address not only the
attachments (e.g., welds and bolts) of the legs to the component
but also local stresses imposed on the body of the cooling tower
by the support attachments.FIGURE C13.6-1 Fin Fan Elevated on Integral Supports
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C13.6.4.5 Additional Requirements. As reflected in this
section of the standard and in footnote b to Table 13.6-1,
vibration-isolated equipment with snubbers is subject to
amplified loads as a result of dynamic impact.
Most sheet metal connection points for seismic anchorage do

not exhibit the same mechanical properties as bolted connections
with structural elements. The use of Belleville washers improves
the seismic performance of connections to equipment enclosures
fabricated from sheet metal 7 gauge (0.18 in. (5 mm)) or thinner
by distributing the stress over a larger surface area of the sheet
metal connection interface, allowing for bolted connections to be
torqued to recommended values for proper preload while reduc-
ing the tendency for local sheet metal tearing or bending failures
or loosening of the bolted connection (Fig. C13.6-2). The
intrinsic spring loading capacity of the Belleville washer assists
with long-term preload retention to maintain integrity of the
seismic anchorage.
Manufacturers test or design their equipment to handle seismic

loads at the equipment “hard points” or anchor locations. The
results of this design qualification effort are typically reflected in
installation instructions provided by the manufacturer. It is
imperative that the manufacturer’s installation instructions be
followed. Where such guidance does not exist, the registered
design professional should design appropriate reinforcement.

C13.6.5 Distribution Systems: Conduit, Cable Tray, and
Raceways. The term raceway is defined in several standards
with somewhat varying language. As used here, it is intended to
describe all electrical distribution systems including conduit,
cable trays, and open and closed raceways. Experience indi-
cates that a size limit of 2.5 in. (64 mm) can be established for
the provision of flexible connections to accommodate seismic
relative displacements that might occur between pieces of con-
nected equipment because smaller conduit normally possesses
the required flexibility to accommodate such displacements. See
additional commentary pertaining to exemption of trapeze-
supported systems in Section C13.1.4.

C13.6.6 Distribution Systems: Duct Systems. Experience in
past earthquakes has shown that HVACR duct systems are
rugged and perform well in strong ground shaking. Bracing in
accordance with ANSI/SMACNA 001 (2000) has been effective
in limiting damage to duct systems. Typical failures have
affected only system function, and major damage or collapse
has been uncommon. Therefore, industry standard practices
should prove adequate for most installations. Expected earth-
quake damage is limited to opening of duct joints and tears in
ducts. Connection details that are prone to brittle failures,
especially hanger rods subject to large amplitude cycles of

bending stress, should be avoided. See additional commentary
in Section C13.1.4.
The amplification factor for duct systems has been increased

from 1.0 to 2.5 because even braced duct systems are relatively
flexible. The Rp values also have been increased so that the
resulting seismic design forces are consistent with those deter-
mined previously.
Duct systems that carry hazardous materials or must remain

operational during and after an earthquake are assigned a value of
Ip = 1.5, and they require a detailed engineering analysis addres-
sing leak tightness.
Lighter in-line components may be designed to resist the

forces from Section 13.3 as part of the overall duct system
design, whereby the duct attached to the in-line component is
explicitly designed for the forces generated by the component.
Where in-line components are more massive, the component
must be supported and braced independently of the ductwork to
avoid failure of the connections.
The requirements for flexible connections of unbraced piping

to in-line components such as reheat coils applies regardless of
the component weight.

C13.6.7 Distribution Systems: Piping and Tubing
Systems. Because of the typical redundancy of piping system
supports, documented cases of total collapse of piping systems in
earthquakes are rare; however, pipe leakage resulting from
excessive displacement or overstress often results in signi-
ficant consequential damage and in some cases loss of facility
operability. Loss of fluid containment (leakage) normally occurs
at discontinuities such as threads, grooves, bolted connectors,
geometric discontinuities, or locations where incipient cracks
exist, such as at the toe or root of a weld or braze. Numerous
building and industrial national standards and guidelines address
a wide variety of piping systems materials and applications.
Construction in accordance with the national standards
referenced in these provisions is usually effective in limiting
damage to piping systems and avoiding loss of fluid containment
under earthquake conditions.
ASHRAE (2000) and MSS (2001) are derived in large part

from the predecessors of SMACNA (2008). These documents
may be appropriate references for use in the seismic design of
piping systems. Because the SMACNA standard does not refer to
pipe stresses in the determination of hanger and brace spacing,
however, a supplementary check of pipe stresses may be neces-
sary when this document is used. ASME piping rules as given in
the ASME BPVC and ASME B31 parts B31.1, B31.3, B31.5,
B31.9, and B31.12 are normally used for high-pressure, high-
temperature piping but can also conservatively be applied to

FIGURE C13.6-2 Equipment Anchorage with Belleville Washers
Source: Courtesy of Philip Caldwell.
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other lower pressure, lower temperature piping systems. Code-
compliant seismic design manuals prepared specifically for
proprietary systems may also be appropriate references.

Table 13.6-1 entries for piping previously listed the amplifi-
cation factor related to the response of piping systems as rigid
(ap = 1.0) and values for component response modification fac-
tors lower than in the current table. However, it was realized that
most piping systems are flexible and that the amplification factor
values should reflect this fact; thus, ap was increased to 2.5 and
the Rp values were adjusted accordingly such that ap=Rp remains
roughly consistent with earlier provisions.

Although seismic design in accordance with Section 13.6.8
generally ensures that effective seismic forces do not fail piping,
seismic displacements may be underestimated such that impact
with nearby structural, mechanical, or electrical components could
occur. In marginal cases, it may be advisable to protect the pipe
with wrapper plates where impacts could occur, including at
gapped supports. Insulation may in some cases also serve to
protect the pipe from impact damage. Piping systems are typically
designed for pressure containment, and piping designed with a
factor of safety of three or more against pressure failure (rupture)
may be inherently robust enough to survive impact with nearby
structures, equipment, and other piping, particularly if the piping is
insulated. Piping that has less than standard weight wall thickness
may require the evaluation of the effects of impact locally on the
pipe wall and may necessitate means to protect the pipe wall.

It is usually preferable for piping to be detailed to accommo-
date seismic relative displacements between the first seismic
support upstream or downstream from connections and other
seismically supported components or headers. This accommoda-
tion is preferably achieved by means of pipe flexibility or, where
pipe flexibility is not possible, flexible supports. Piping not
otherwise detailed to accommodate such seismic relative dis-
placements must be provided with connections that have suffi-
cient flexibility in the connecting element or in the component or
header to avoid failure of the piping. The option to use a flexible
connecting element may be less desirable because of the need for
greater maintenance efforts to ensure continued proper function
of the flexible element.

Grooved couplings, ball joints, resilient gasket compression
fittings, other articulating-type connections, bellows expansion
joints, and flexible metal hose are used in many piping systems
and can serve to increase the rotational and lateral deflection
design capacity of the piping connections.

Grooved couplings are classified as either rigid or flexible.
Flexible grooved couplings demonstrate limited free rotational
capacity. The free rotational capacity is the maximum articulat-
ing angle where the connection behaves essentially as a pinned
joint with limited or negligible stiffness. The remaining rotational
capacity of the connection is associated with conventional joint
behavior, and design force demands in the connection are
determined by traditional means.

Rigid couplings are typically used for high-pressure applica-
tions and usually are assumed to be stiffer than the pipe. Alter-
natively, rigid coupling may exhibit bilinear rotational stiffness
with the initial rotational stiffness affected by installation.

Coupling flexibilities vary significantly between manufac-
turers, particularly for rigid couplings. Manufacturer’s data may
be available. Industrywide procedures for the determination of
coupling flexibility are not currently available; however, some
guidance for couplings may be found in the provisions for fire
sprinkler piping, where grooved couplings are classified as either
rigid or flexible on the basis of specific requirements on angular
movement. In Section 3.5.4 of NFPA (2007), flexible couplings
are defined as follows:

A listed coupling or fitting that allows axial displacement,
rotation, and at least 1 degree of angular movement of the
pipe without inducing harm on the pipe. For pipe
diameters of 8 in. (203.2 mm) and larger, the angular
movement shall be permitted to be less than 1 degree but
not less than 0.5 degrees.

Couplings determined to be flexible on this basis are listed
either with FM Global (2007) or UL (2004).

Piping component testing suggests that the ductility capacity
of carbon steel threaded and flexible grooved piping component
joints ranges between 1.4 and 3.0, implying an effective stress
intensification of approximately 2.5. These types of connections
have been classified as having limited deformability, and piping
systems with these connections have Rp values lower than piping
with welded or brazed joints.

The allowable stresses for piping constructed with ductile mate-
rials assumed to be materials with high deformability, and not
designed in accordance with an applicable standard or recognized
design basis, are based on values consistent with industrial piping
and structural steel standards for comparable piping materials.

The allowable stresses for piping constructed with low-
deformability materials, and not designed in accordance with
an applicable standard or recognized design basis, are derived
from values consistent with ASME standards for comparable
piping materials.

For typical piping materials, pipe stresses may not be the
governing parameter in determining the hanger and other support
spacing. Other considerations, such as the capacity of the hanger
and other support connections to the structure, limits on the lateral
displacements between hangers and other supports to avoid
impacts, the need to limit pipe sag between hangers to avoid the
pooling of condensing gases, and the loads on connected equip-
ment, may govern the design. Nevertheless, seismic span tables,
based on limiting stresses and displacements in the pipe, can be a
useful adjunct for establishing seismic support locations.

Piping systems’ service loads of pressure and temperature also
need to be considered in conjunction with seismic inertia loads.
The potential for low ambient and lower than ambient operating
temperatures should be considered in the designation of the
piping system materials as having high or low deformability.
High deformability may often be assumed for steels, particularly
ASME listed materials operating at high temperatures, copper
and copper alloys, and aluminum. Low deformability should be
assumed for any piping material that exhibits brittle behavior,
such as glass, ceramics, and many plastics.

Piping should be designed to accommodate relative displace-
ments between the first rigid piping support and connections to
equipment or piping headers often assumed to be anchors.
Barring such design, the equipment or header connection could
be designed to have sufficient flexibility to avoid failure. The
specification of such flexible connections should consider the
necessity of connection maintenance.

Where appropriate, a walkdown of the finally installed piping
system by an experienced design professional familiar with seis-
mic design is recommended, particularly for piping greater than 6-
in. (152.4-mm) nominal pipe size, high-pressure piping, piping
operating at higher than ambient temperatures, and piping contain-
ing hazardous materials. The need for a walkdown may also be
related to the scope, function, and complexity of the piping system,
as well as the expected performance of the facility. In addition to
providing a review of seismic restraint location, orientation, and
attachment to the structure, the walkdown verifies that the required
separation exists between the piping and nearby structures, equip-
ment, and other piping in the as-built condition.
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C13.6.7.1 ASME Pressure Piping Systems. In Table 13.6-1,
the increased Rp values listed for ASME B31-compliant piping
systems are intended to reflect the more rigorous design,
construction, and quality control requirements, as well as the
intensified stresses associated with ASME B31 designs.
Materials meeting ASME toughness requirements may be

considered high-deformability materials.

C13.6.7.2 Fire Protection Sprinkler Piping Systems. The
lateral design procedures of NFPA (2007) have been revised for
consistency with the ASCE/SEI 7 design approach while retaining
traditional sprinkler system design concepts. Using conservative
upper bound values of the various design parameters, a single
lateral force coefficient, Cp, was developed. It is a function of the
mapped short-period response parameter Ss. Stresses in the pipe
and connections are controlled by limiting the maximum reaction at
bracing points as a function of pipe diameter.
Other components of fire protection systems, e.g., pumps

and control panels, are subject to the general requirements of
ASCE/SEI 7.
Experience has shown that interaction of other nonstructural

components and sprinkler drops and sprigs is a significant source
of damage and can result in serious consequential damage as well
as compromise the performance of the fire protection system.
Clearance for between sprinkler drops and sprigs and other
nonstructural components needs to be addressed beyond NFPA
13. The minimum clearance value provided is based on judgment
observations in past earthquakes. It not the intent of this com-
mittee to require that sprinkler systems be field modified to
accommodate these installed clearances if supports or equipment
are installed after the sprinkler system is installed (i.e., the burden
should not necessarily be on the sprinkler contractor to make the
field modifications). It is the intent of this committee that the
installation of permanently attached equipment, distribution
systems, supports and fire sprinkler systems be coordinated such
that the minimum clearance is maintained after their installation.
As Building Information Systems become more widely used and
nonstructural components and systems are detailed in the design
phase of the project, maintaining these clearances should become
easier to ensure by design.

C13.6.7.3 Exceptions. The conditions under which the force
requirements of Section 13.3 may be waived are based on
observed performance in past earthquakes. The limits on the
maximum hanger or trapeze drop (hanger rod length) must be
met by all the hangers or trapezes supporting the piping system.
See additional commentary in Section C13.1.4.

C13.6.9 Utility and Service Lines. For essential facilities (Risk
Category IV), auxiliary on-site mechanical and electrical utility
sources are recommended.
Where utility lines pass through the interface of adjacent,

independent structures, they must be detailed to accommodate
differential displacement computed in accordance with Section
13.3.2 and including the Cd factor of Section 12.2.1.
As specified in Section 13.1.3, nonessential piping whose

failure could damage essential utilities in the event of pipe
rupture may be considered designated seismic systems.

C13.6.10 Boilers and Pressure Vessels. Experience in past
earthquakes has shown that boilers and pressure vessels are
rugged and perform well in strong ground motion.
Construction in accordance with current requirements of the
ASME Boiler and Pressure Vessel Code (ASME BPVC) has
been shown to be effective in limiting damage to and avoiding
loss of fluid containment in boilers and pressure vessels under
earthquake conditions. It is, therefore, the intent of the standard

that nationally recognized codes be used to design boilers and
pressure vessels provided that the seismic force and displacement
demands are equal to or exceed those outlined in Section 13.3.
Where nationally recognized codes do not yet incorporate force
and displacement requirements comparable to the requirements
of Section 13.3, it is nonetheless the intent to use the design
acceptance criteria and construction practices of those codes.

C13.6.11 Elevator and Escalator Design Requirements. The
ASME Safety Code for Elevators and Escalators (ASME A17.1
has adopted many requirements to improve the seismic response
of elevators; however, they do not apply to some regions covered
by this chapter. These changes are to extend force requirements
for elevators to be consistent with the standard.

C13.6.11.3 Seismic Controls for Elevators. ASME A17.1
Section 8.4.10.1.2, specifies the requirements for the location
and sensitivity of seismic switches to achieve the following
goals: (a) safe shutdown in the event of an earthquake severe
enough to impair elevator operations, (b) rapid and safe reactiv-
ation of elevators after an earthquake, and (c) avoidance of
unintended elevator shutdowns. This level of safety is achieved
by requiring the switches to be in or near the elevator equipment
room, by using switches located on or near building columns that
respond to vertical accelerations that would result from P and S
waves, and by setting the sensitivity of the switches at a level
that avoids false shutdowns because of nonseismic sources of
vibration. The trigger levels for switches with horizontal
sensitivity (for cases where the switch cannot be located near a
column) are based on the experience with California hospitals in
the Northridge earthquake of 1994. Elevators in which the seismic
switch and counterweight derail device have triggered should not
be put back into service without a complete inspection. However,
in the case where the loss of use of the elevator creates a life-safety
hazard, an attempt to put the elevator back into service may be
attempted. Operating the elevator before inspection may cause
severe damage to the elevator or its components.
The building owner should have detailed written procedures in

place defining for the elevator operator and/or maintenance
personnel which elevators in the facility are necessary from a
post-earthquake, life-safety perspective. It is highly recom-
mended that these procedures be in place, with appropriate
personnel training, before an event occurs that is strong enough
to trip the seismic switch.

C13.6.11.4 Retainer Plates. The use of retainer plates is a low-
cost provision to improve the seismic response of elevators.

C13.6.12 Rooftop Solar Panels. Rooftop solar panels without
positive attachment to the roof structure are limited to low-
profile panels with a low height-to-depth ratio that respond by
sliding on the roof surface without overturning. The amount of
roof slope is limited because studies show that panels on sloped
surfaces tend to displace in the downslope direction when
subjected to seismic shaking, and the displacement increases
with greater roof slope.
Displacement-based design of panels includes verifying that

the panel remains safe if displaced. It needs to be verified that
there is roof capacity to support the weight of the displaced panel
and that wiring to the panel can accommodate the design panel
displacement without damage.
Eq. (13.6-1) conservatively assumes a minimum coefficient of

friction between the solar panel and the roof of 0.4. In cold-
weather regions, the effects on the friction coefficient should be
considered for Seismic Design Categories D, E, and F.
Structural interconnection between portions of a panel must

be of adequate design strength, in tension or compression, and
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stiffness in order to account for the potential that frictional
resistance to sliding will be different under some portions of the
panel as a result of varying normal force and actual instantaneous
values of friction coefficient for a given roof surface material.

The requirement for unattached panel to be bounded by a curb
or parapet is usually satisfied by a curb at the roof edge. In lieu of
being bounded by curbs or parapets at roof edges and offsets, the
panel may be set back a larger distance from the edge.

Analytical and experimental studies of the seismic response of
unattached solar panels are reported by Schellenberg et al. (2012)
and Maffei et al. (2013).

Shake table testing and nonlinear time history analysis may
also be used to predict panel displacements; however, for unat-
tached panels, it is necessary to use input motions appropriate for
predicting sliding displacement, which can be affected by content
in the low-frequency range. See SEAOC (2012) for guidance on
the performance of such testing and analysis.

C13.6.13 Other Mechanical and Electrical Components. The
material properties set forth in item 2 of this section are similar to
those allowed in ASME BPVC and reflect the high factors of
safety necessary for seismic, service, and environmental loads.
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CHAPTER C14

MATERIAL-SPECIFIC SEISMIC DESIGN AND DETAILING REQUIREMENTS

Because seismic loading is expected to cause nonlinear behavior
in structures, seismic design criteria require not only provisions
to govern loading but also provisions to define the required
configurations, connections, and detailing to produce material
and system behavior consistent with the design assumptions.
Thus, although ASCE/SEI 7-10 is primarily a loading standard,
compliance with Chapter 14, which covers material-specific
seismic design and detailing, is required. In general, Chapter 14
adopts material design and detailing standards developed by
material standards organizations. These material standards orga-
nizations maintain complete commentaries covering their stan-
dards, and such material is not duplicated here.

C14.0 SCOPE

The scoping statement in this section clarifies that foundation
elements are subject to all of the structural design requirements of
the standard.

C14.1 STEEL

C14.1.1 Reference Documents. This section lists a series of
structural standards published by the American Institute of Steel
Construction (AISC), the American Iron and Steel Institute
(AISI), the American Society of Civil Engineers (ASCE/SEI),
the Steel Deck Institute (SDI), and the Steel Joist Institute (SJI),
which are to be applied in the seismic design of steel members
and connections in conjunction with the requirements of ASCE/
SEI 7. The AISC references are available free of charge in
electronic format at www.aisc.org; the AISI references are
available on www.steel.org; the SDI references are available
as a free download at www.sdi.org; and the SJI references are
available as a free download at www.steeljoist.org.

C14.1.2 Structural Steel

C14.1.2.1 General. This section adopts AISC 360 (2016) by
direct reference. The specification applies to the design of the
structural steel system or systems with structural steel acting
compositely with reinforced concrete. In particular, the document
sets forth criteria for the design, fabrication, and erection of structural
steel buildings andother structures,whereother structures are defined
as structures designed, fabricated, and erected in a manner similar to
buildings, with buildinglike vertical and lateral load-resisting
elements. The document includes extensive commentary.

C14.1.2.2 Seismic Requirements for Structural Steel
Structures

C14.1.2.2.1 Seismic Design Categories B and C. For the lower
Seismic Design Categories (SDCs) B and C, a range of options
are available in the design of a structural steel lateral

force-resisting system. The first option is to design the structure
to meet the design and detailing requirements in AISC 341
(2016) for structures assigned to higher SDCs, with the corre-
sponding seismic design parameters (R, Ω0, and Cd). The second
option, presented in the exception, is to use an R factor of 3
(resulting in an increased base shear), an Ω0 of 3, and a Cd value
of 3 but without the specific seismic design and detailing required
in AISC 341 (2016). The basic concept underlying this option is
that design for a higher base shear force results in essentially
elastic response that compensates for the limited ductility of the
members and connections. The resulting performance is consid-
ered comparable to that of more ductile systems.

C14.1.2.2.2 Seismic Design Categories D through F. For the
higher SDCs, the engineer must follow the seismic design
provisions of AISC 341 (2016) using the seismic design para-
meters specified for the chosen structural system, except as
permitted in Table 15.4-1. For systems other than those identified
in Table 15.4-1, it is not considered appropriate to design
structures without specific design and detailing for seismic
response in these high SDCs.

C14.1.3 Cold-Formed Steel

C14.1.3.1 General. This section adopts two standards by direct
reference: ANSI/AISI S100, North American Specification for
the Design of Cold-Formed Steel Structural Members (2016),
and ASCE/SEI 8, Specification for the Design of Cold Formed
Stainless Steel Structural Members (2002).

Both of the adopted reference documents have specific limits
of applicability. ANSI/AISI S100 (2016) (Section A1.1) applies
to the design of structural members that are cold-formed to shape
from carbon or low-alloy steel sheet, strip, plate, or bar not more
than 1 in. (25 mm) thick. ASCE/SEI 8 (2002) (Section 1.1.1)
governs the design of structural members that are cold-formed to
shape from annealed and cold-rolled sheet, strip, plate, or flat bar
stainless steels. Both documents focus on load-carrying members
in buildings; however, allowances are made for applications in
nonbuilding structures, if dynamic effects are considered
appropriately.

Within each document, there are requirements related to
general provisions for the applicable types of steel; design of
elements, members, structural assemblies, connections, and
joints; and mandatory testing. In addition, ANSI/AISI S100
contains a chapter on the design of cold-formed steel structural
members and connections undergoing cyclic loading. Both
standards contain extensive commentaries.

C14.1.3.2 Seismic Requirements for Cold-Formed Steel
Structures. This section adopts three standards by direct
reference—AISI S100 (2016), ASCE/SEI 8 (2002), and AISI
S400 (2015). Cold-formed steel and stainless steel members that
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are part of a seismic force-resisting system listed in Table 12.2-1
must be detailed in accordance with the appropriate base
standard: AISI S100 or ASCE 8.
The section also adopts a reference to AISI S400, which

includes additional design provisions for a specific cold-formed
steel seismic force-resisting system entitled “cold-formed steel—
special bolted moment frame” or CFS-SBMF. Sato and Uang
(2007) have shown that this system experiences inelastic defor-
mation at the bolted connections because of slip and bearing
during significant seismic events. To develop the designated
mechanism, requirements based on capacity design principles are
provided for the design of the beams, columns, and associated
connections. The document has specific requirements for the
application of quality assurance and quality control procedures.

C14.1.4 Cold-Formed Steel Light-Frame Construction

C14.1.4.1 General. This subsection of cold-formed steel relates
to light-frame construction, which is defined as a method of
construction where the structural assemblies are formed primarily
by a system of repetitive wood or cold-formed steel framing
members or subassemblies of these members (Section 11.2 of
this standard). It adopts Section I4 of AISI S100 (2016), which
directs the user to an additional suite of AISI standards, including
ANSI/AISI S240 and ANSI/AISI S400.
In addition, all of these documents include commentaries to

aid users in the correct application of their requirements.

C14.1.4.2 Seismic Requirements for Cold-Formed Steel
Light-Frame Construction. Cold-formed steel structural
members and connections in seismic force-resisting systems
and diaphragms must be designed in accordance with the
additional provisions of ANSI/AISI S400 in seismic design
categories (SDC) D, E, or F, or wherever the seismic
response modification coefficient, R, used to determine the
seismic design forces is taken other than 3. In particular, this
requirement includes all entries from Table 12.2-1 of this
standard for “light-frame (cold-formed steel) walls sheathed
with wood structural panels : : : or steel sheets,” “light-frame
walls with shear panels of all other materials” (e.g., gypsum
board and fiberboard panels), and “light-frame wall systems
using flat strap bracing.”

C14.1.4.3 Prescriptive Cold-Formed Steel Light-Frame
Construction. This section adopts ANSI/AISI S230, Standard
for Cold-Formed Steel Framing—Prescriptive Method for One
and Two Family Dwellings, which applies to the construction of
detached one- and two-family dwellings, townhouses, and other
attached single-family dwellings not more than two stories in
height using repetitive in-line framing practices (Section A1). This
document includes a commentary to aid the user in the correct
application of its requirements.

C14.1.5 Cold-Formed Steel Deck Diaphragms. This section
adopts the applicable standards for the general design of cold-
formed steel deck diaphragms and steel roof, noncomposite floor,
and composite floor deck. The SDI standards also reference
ANSI/AISI S100 for materials and determination of cold-
formed steel cross section strength and specify additional
requirements specific to steel deck design and installation.
Additionally, design of cold-formed steel deck diaphragms is

to be based on ANSI/AISI S310. All fastener design values
(welds, screws, power-actuated fasteners, and button punches)
for attaching deck sheet to deck sheet or for attaching the deck to
the building framing members must be per ANSI/AISI S310 or
specific testing prescribed in ANSI/AISI 310. All cold-formed
steel deck diaphragm and fastener design properties not

specifically included in ANSI/AISI S310 must be approved for
use by the authorities in whose jurisdiction the construction project
occurs. Deck diaphragm in-plane design forces (seismic, wind, or
gravity) must be determined per ASCE 7, Section 12.10.1. Cold-
formed steel deck manufacturer test reports prepared in accordance
with this provision can be used where adopted and approved by
the authority having jurisdiction for the building project. The
Diaphragm Design Manual produced by the Steel Deck Institute
(2015) is also a reference for design values.
Cold-formed steel deck is assumed to have a corrugated profile

consisting of alternating up and down flutes that are manufactured
in various widths and heights. Use of flat sheet metal as the overall
floor or roof diaphragm is permissible where designed by engi-
neering principles, but it is beyond the scope of this section. Flat or
bent sheet metal may be used as closure pieces for small gaps or
penetrations or for shear transfer over short distances in the deck
diaphragm where diaphragm design forces are considered.
Cold-formed steel deck diaphragm analysis must include

design of chord members at the perimeter of the diaphragm and
around interior openings in the diaphragm. Chord members may
be steel beams attached to the underside of the steel deck
designed for a combination of axial loads and bending moments
caused by acting gravity and lateral loads.
Where diaphragm design loads exceed the bare steel deck

diaphragm design capacity, then either horizontal steel trusses or
a structurally designed concrete topping slab placed over the deck
must be provided to distribute lateral forces. Where horizontal
steel trusses are used, the cold-formed steel deck must be designed
to transfer diaphragm forces to the steel trusses. Where a structural
concrete topping over the deck is used as the diaphragm, the
diaphragm chord members at the perimeter of the diaphragm and
edges of interior openings must be either (a) designed flexural
reinforcing steel placed in the structural concrete topping or
(b) steel beams located under the deck with connectors (that
provide a positive connection) as required to transfer design shear
forces between the concrete topping and steel beams.

C14.1.7 Steel Cables. These provisions reference ASCE 19,
Structural Applications of Steel Cables for Buildings, for the
determination of the design strength of steel cables.

C14.1.8 Additional Detailing Requirements for Steel Piles in
Seismic Design Categories D through F. Steel piles used in
higher SDCs are expected to yield just under the pile cap or
foundation because of combined bending and axial load. Design
and detailing requirements of AISC 341 for H-piles are intended
to produce stable plastic hinge formation in the piles. Because
piles can be subjected to tension caused by overturning moment,
mechanical means to transfer such tension must be designed for
the required tension force, but not less than 10% of the pile
compression capacity.

C14.2 CONCRETE

The section adopts by reference ACI 318 for structural concrete
design and construction. In addition, modifications to ACI 318-
14 are made that are needed to coordinate the provisions of that
material design standard with the provisions of ASCE 7. Work is
ongoing to better coordinate the provisions of the two documents
(ACI 318 and ASCE 7) such that the provisions in Section 14.2
will be progressively reduced in future editions of ASCE 7.

C14.2.2.1 Definitions. Two definitions included here describe
wall types for which definitions currently do not exist in ACI
318. These definitions are essential to the proper interpretation of
the R and Cd factors for each wall type specified in Table 12.2-1.
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A definition for connector has been added, which does not
currently exist in ACI 318-14. Section 12.11 provides an alter-
native to the current diaphragm design procedure of Sec-
tion 12.10. The alternative procedure is made mandatory for
precast concrete diaphragms in structures assigned to SDC C, D,
E, or F. The definition of connector is essential because the three
design options (BDO, EDO, and RDO) are closely related to the
connector classification, and the diaphragm design force reduc-
tion factor, Rs, depends on the design option.

The definition for connection in ACI 318-14 has also been
supplemented, as it applies to this protocol.

C14.2.2.2 ACI 318, Section 10.7.6. ACI 318-14,
Section 10.7.6.1.6, prescribes details of transverse reinforcement
around anchor bolts in the top of a column or pedestal. This
modification prescribes additional details for transverse
reinforcement around such anchor bolts in structures assigned to
SDCs C through F.

C14.2.2.3 Scope. This provision describes how the ACI 318-14
provisions should be interpreted for consistency with the ASCE 7
provisions.

C14.2.2.4 Intermediate Precast Structural Walls. Section 18.5
of ACI 318-14 imposes requirements on precast walls for moderate
seismic risk applications. Ductile behavior is to be ensured by
yielding of the steel elements or reinforcement between panels or
betweenpanels and foundations.This provision requires thedesigner
to determine the deformation in the connection corresponding to the
earthquakedesigndisplacement and then to check fromexperimental
data that the connection type used can accommodate that
deformation without significant strength degradation.

Several steel element connections have been tested under simu-
lated seismic loading, and the adequacy of their load-deformation
characteristics and strain capacity have been demonstrated (Schultz
and Magana 1996). One such connection was used in the five-story
building test that was part of the Precast Seismic Structural Systems
(PRESSS) Phase 3 research. The connection was used to provide
damping and energy dissipation, and it demonstrated a very large
strain capacity (Nakaki et al. 2001). Since then, several other steel
element connections have been developed that can achieve similar
results (Banks and Stanton 2005 and Nakaki et al. 2005). In view of
these results, it is appropriate to allow yielding in steel elements that
have been shown experimentally to have adequate strain capacity to
maintain at least 80% of their yield force through the full design
displacement of the structure.

C14.2.2.6 Foundations. The intention is that there should be
no conflicts between the provisions of ACI 318-14,
Section 18.13, and ASCE 7, Sections 12.1.5, 12.13, and 14.2.
However, the additional detailing requirements for concrete piles
of Section 14.2.3 can result in conflicts with ACI 318-14
provisions if the pile is not fully embedded in the soil.

C14.2.2.7 Detailed Plain Concrete Shear Walls. Design
requirements for plain masonry walls have existed for many
years, and the corresponding type of concrete construction is the
plain concrete wall. To allow the use of such walls as the lateral
force-resisting system in SDCs A and B, this provision requires
such walls to contain at least the minimal reinforcement specified
in ACI 318-14, Section 14.6.2.2.

C14.2.3 Additional Detailing Requirements for Concrete
Piles. Chapter 20 of PCI (2004) provides detailed information
on the structural design of piles and on pile-to-cap connections
for precast prestressed concrete piles. ACI 318-14 does not
contain provisions governing the design and installation of

portions of concrete piles, drilled piers, and caissons
embedded in ground except for SDC D, E, and F structures.

C14.2.3.1.2 Reinforcement for Uncased Concrete Piles
(SDC C). The transverse reinforcing requirements in the
potential plastic hinge zones of uncased concrete piles in SDC
C are a selective composite of two ACI 318-14 requirements. In
the potential plastic hinge region of an intermediate moment-
resisting concrete frame column, the transverse reinforcement
spacing is restricted to the least of (1) eight times the diameter of
the smallest longitudinal bar, (2) 24 times the diameter of the tie
bar, (3) one-half the smallest cross-sectional dimension of the
column, and (4) 12 in. (304.8 mm). Outside of the potential
plastic hinge region of a special moment-resisting frame column,
the transverse reinforcement spacing is restricted to the smaller of
six times the diameter of the longitudinal column bars and 6 in.
(152.4 mm).

C14.2.3.1.5 Reinforcement for Precast Nonprestressed Piles
(SDC C). Transverse reinforcement requirements inside and
outside of the plastic hinge zone of precast nonprestressed piles
are clarified. The transverse reinforcement requirement in the
potential plastic hinge zone is a composite of two ACI 318-14
requirements (see Section C14.2.3.1.2). Outside of the potential
plastic hinge region, the transverse reinforcement spacing is restrict-
ed to 16 times the longitudinal bar diameter. This restriction should
permit the longitudinal bars to reach compression yield before
buckling. The maximum 8-in. (203.2-mm) tie spacing comes from
current building code provisions for precast concrete piles.

C14.2.3.1.6 Reinforcement for Precast Prestressed Piles
(SDC C). The transverse and longitudinal reinforcing require-
ments given in ACI 318-14, Chapter 21, were never intended for
slender precast prestressed concrete elements and result in
unbuildable piles. These requirements are based on PCI
Committee on Prestressed Concrete Piling (1993).

Eq. (14.2-1), originally from ACI 318-14, has always been
intended to be a lower bound spiral reinforcement ratio for larger
diameter columns. It is independent of the member section
properties and can therefore be applied to large- or small-
diameter piles. For cast-in-place concrete piles and precast
prestressed concrete piles, the spiral reinforcing ratios resulting
from this formula are considered to be sufficient to provide
moderate ductility capacities (Fanous et al. 2007).

Full confinement per Eq. (14.2-1) is required for the upper 20 ft
(6.1 m) of the pile length where curvatures are large. The amount is
relaxed by 50% outside of that length in view of lower curvatures
and in consideration of confinement provided by the soil.

C14.2.3.2.3 Reinforcement for Uncased Concrete Piles (SDC D
through F). The reinforcement requirements for uncased con-
crete piles are taken from current building code requirements and
are intended to provide ductility in the potential plastic hinge
zones (Fanous et al. 2007).

C14.2.3.2.5 Reinforcement for Precast Nonprestressed Piles
(SDC D through F). The transverse reinforcement requirements
for precast nonprestressed concrete piles are taken from the IBC
(ICC 2012) requirements and should be adequate to
provide ductility in the potential plastic hinge zones (Fanous
et al. 2007).

C14.2.3.2.6 Reinforcement for Precast Prestressed Piles (SDC
D through F). The reduced amounts of transverse reinforcement
specified in this provision compared with those required for
special moment frame columns in ACI 318-14 are justified by the
results of the study by Fanous et al. (2007). The last paragraph
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provides minimum transverse reinforcement outside of the zone
of prescribed ductile reinforcing.

C14.2.4 Additional Design and Detailing Requirements for
Precast Concrete Diaphragms. Section 12.10.3 introduces an
alternative procedure for the calculation of diaphragm design
forces of Sections 12.10.1 and 12.10.2 and is made mandatory
for precast concrete diaphragms in structures assigned to
SDC C, D, E, or F. The diaphragm design force reduction
factors, Rs, in Table 12.10-1 for precast concrete diaphragms
are specifically tied to design and detailing requirements so that
the ductility and overstrength necessary for expected diaphragm
performance are achieved. Section 14.2.4 is based on the
Diaphragm Seismic Design Methodology (DSDM), the
product of a multiple-university research project termed
the DSDM Project (Charles Pankow Foundation 2014), and
gives detailing requirements for diaphragms constructed of
precast concrete units in SDC C, D, E, or F consistent with
the Rs factors. These detailing requirements are in addition to
those ofACI 318, asmodified by Section 14.2. The derivation of
diaphragm design force reduction factors is described in
Commentary Section C12.10.3.5.
Section C12.10.3.5 relates the global ductility required by the

three design options defined in Section 11.2 to the local ductility
of connectors measured at the maximum considered earthquake
(MCE) level. The jointed nature of precast systems results in the
load paths and deformations being largely determined by the
connections across the joints. The connections may consist of
either reinforced concrete topping slabs or discrete mechanical
connectors. Since the diaphragm strains are concentrated at the
joints, the connectors or the reinforcing in the topping slab must
accommodate some strain demand.

C14.2.4.1 Diaphragm Seismic Demand Levels. Fig. 14.2-1 is
used to determine diaphragm seismic demand level as a function
of the diaphragm span and the diaphragm aspect ratio.
The diaphragm span defined in Section 14.2.4.1.1 is illustrated

in Fig. C14.2-1. Most precast diaphragms contain precast units
running in only one direction, and typically the maximum span is
oriented perpendicular to the joints between the primary precast
floor units. The connector or reinforcement deformability clas-
sifications and resulting Rs factors are calibrated relative to joint
openings between the precast floor units and are thus based on
the more typical orientation.
The diaphragm aspect ratio (AR) defined in Section 14.2.4.1.2

is also illustrated in Fig. C14.2-1.
The following lists provide details of seismic demand level

classifications, determined in accordance with Fig. 14.2-1:
Low Seismic Demand Level

1. Diaphragms in structures assigned to SDC C.
2. Diaphragms in structures assigned to SDC D, E, or F with

diaphragm span ≤75 ft (22.86 m), number of stories≤3,
and diaphragm aspect ratio <2.5.

Moderate Seismic Demand Level

1. Diaphragms in structures assigned to SDC D, E, or F with
diaphragm span ≤75 ft (22.86 m) and number of stories
>3 but ≤6.

2. Diaphragms in structures assigned to SDC D, E, or F with
diaphragm span >75 ft (22.86 m) but ≤190 ft (57.91 m)
and number of stories≤2.

3. Diaphragms in structures assigned to SDC D, E, or F with
diaphragm span >75 ft (22.86 m) but ≤140 ft (42.67 m)
and number of stories>2 but ≤4.

4. Diaphragms in structures assigned to SDC D, E, or F with
diaphragm span ≤75 ft (22.86 m), number of stories≤3,
and diaphragm aspect ratio≥2.5.

5. Diaphragms in structures assigned to SDC D, E, or F,
categorized below as high seismic demand level, with
diaphragm aspect ratio <1.5.

High Seismic Demand Level

1. Diaphragms in structures assigned to SDC D, E, or F with
diaphragm span >190 ft (57.91 m).

2. Diaphragms in structures assigned to SDC D, E, or F with
diaphragm span >140 ft (42.67 m)) and number of
stories>2.

3. Diaphragms in structures assigned to SDC D, E, or F with
diaphragm span >75 ft (22.86 m) and number of
stories>4.

4. Diaphragms in structures assigned to SDC D, E, or F with
number of stories>6.
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FIGURE C14.2-1 Diaphragm Dimensions
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Diaphragm Shear Overstrength Factor. The diaphragm
shear overstrength factor, Ωv, is applied to diaphragm shear
reinforcement/connectors. The purpose of this factor is to keep
the diaphragm shear response elastic while the diaphragm devel-
ops inelastic flexural action, as is anticipated for the basic design
objective (BDO) in the MCE, and for the reduced design
objective (RDO) for both the design earthquake and the MCE.
No inelastic diaphragm response is anticipated for the elastic
design objective (EDO).

The value of diaphragm shear overstrength factor is
Ωv = 1.4Rs. The values of the diaphragm design force reduction
factor, Rs, are 0.7, 1.0, and 1.4 for the EDO, BDO, and RDO,
respectively. This value translates into diaphragm shear over-
strength factors Ωv of 1.0, 1.4, and 2.0 (rounded to one decimal
place) for the EDO, BDO, and RDO, respectively.

The diaphragm shear overstrength factor, Ωv, is applied to the
diaphragm design forces and thus is a measure relative to the
flexural strength of the diaphragm. As implied by the above-listed
Ωv values, the level of overstrength required relative to the dia-
phragm flexural strength varies with the design option. The RDO
requires a higher overstrength than the BDO because of the larger
anticipated inelastic action. For the EDO, no overstrength is
required since the diaphragm design force itself targets elastic
behavior in the MCE. It is noted that the absolute shear strength
required in the design procedure is constant, regardless of design
option, since the parameter Rs in the overstrength factor is canceled
out by the Rs in the denominator of the diaphragm design force
expression.

The Ωv values represent upper bound constant values (for each
diaphragm design objective) of parametric expressions devel-
oped for the required shear overstrength on the basis of detailed
parametric studies performed using nonlinear dynamic time
history analysis (NTHA) of analytical models of precast struc-
tures developed and calibrated on the basis of extensive large-
scale physical testing. These precast structures were subjected to
spectrum compatible ground motions scaled to the MCE in order
to determine the required shear overstrength factors.

Precast diaphragms can be designed and detailed for ductile
flexural response. However, to achieve the desired mechanism,
potentially nonductile shear limit states have to be precluded. In
order to prevent these shear failures, elastic shear response is
targeted in the design procedure for both flexure-controlled and
shear-controlled systems. Thus, the shear overstrength factor,Ωv,
is applied in diaphragm shear design.

The shear amplification factor values were obtained by bound-
ing the maximum shear force Vmax occurring in NTHA of the
diaphragm at the critical shear joint as the diaphragm developed a
flexural mechanism (in other regions of the floor) at MCE-level
hazard and scaling it by the design shear, Vu. Accordingly:

▪ ΩE, the diaphragm shear amplification factor for the EDO,
is taken as unity (ΩE = 1.0 ≈ 1.4Rs, where Rs = 0.7 for

EDO) since elastic diaphragm response is expected in the
MCE for EDO.

▪ ΩB, the diaphragm shear amplification factor for the BDO,
is taken as an upper bound on the Vmax=Vu ratio for the
BDO design under MCE-level hazard.

▪ ΩR, the diaphragm shear amplification factor for the RDO,
is taken as an upper bound on the Vmax=Vu ratio for the
RDO design under MCE-level hazard.

Fig. C14.2-2 shows a scatter plot of the Vmax=Vu ratios from
NTHA for different numbers of stories (n) and diaphragm aspect
ratios (ARs) at the maximum considered earthquake. The data
represent the mean of the maximum responses from five ground
motions. The expression provided for Ωv, Ωv = 1.4Rs, is plotted
as a horizontal dashed line on each plot, indicating that the
expression provides a constant upper bound for the anticipated
required elastic shear forces for all design cases.

C14.2.4.2 Diaphragm Design Options. The intent of the
design procedure is to provide the diaphragm with the proper
combination of strength and deformation capacity in order to
survive anticipated seismic events. Three different design options
are provided to the designer to accomplish this objective, ranging
from a fully elastic diaphragm design under the MCE to designs
that permit significant inelastic deformations in the diaphragm
under the design earthquake. The motivation for this approach is
the recognition that, under certain conditions, a precast
diaphragm designed to remain fully elastic up to the MCE
may not be economical or reliable. Under other conditions,
however, a diaphragm designed to remain elastic up to the
MCE will be satisfactory and may be most desirable.

The methodology allows the designer three options related to
deformation capacity:

1. An elastic design option (EDO), where the diaphragm is
designed to the highest force levels, is calibrated to keep the
diaphragm elastic not only for the design earthquake but
also in anMCE. In exchange for the higher design force, this
option permits the designer to detail the diaphragm with the
low deformability element (LDE) connector or reinforce-
ment that need not meet any specific deformation capacity
requirements (tension deformation capacity less than 0.3 in.
(7.6 mm). This option is limited in its use through the
introduction of diaphragm seismic demand levels, which are
based on building height, diaphragm geometry, and seismic
hazard level. The use of the EDO is not permitted if the
diaphragm seismic demand level is high.

2. A basic design objective (BDO) is one in which the
diaphragm is designed to a force level calibrated to keep
the diaphragm elastic in the design earthquake but not
necessarily in the MCE. The design force level is lower
than that required for the EDO, but this option requires
moderate deformability element (MDE) connectors or

FIGURE C14.2-2 Diaphragm Shear Amplification Factor Results from NTHA at MCE: (a) BDO; (b) RDO
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reinforcement or better to provide an inelastic deformation
capacity sufficient to survive the anticipated deformation
demands in an MCE. This option and the RDO require the
use of a diaphragm shear overstrength factor, Ωv, to ensure
that a nonductile shear failure does not occur before the
connectors or reinforcement reaches its intended inelastic
deformation. Note that inelastic deformation is associated
with joint opening caused by diaphragm flexure, not joint
sliding deformation caused by shear.

3. A reduced design option (RDO) is one in which the
diaphragm is designed for the lowest design force level.

Because the design force level is lower than in the BDO, some
yielding in the diaphragm is anticipated in the design earthquake.
The force levels have been calibrated to keep diaphragm inelastic
deformation demands in an MCE within the allowable deforma-
tion capacity for the high deformability element (HDE), the
highest classification of precast diaphragm connector or rein-
forcement (see Section 14.2.4.3).
Each design option can be used with its associated seismic

demand level or a lower seismic demand level. A 15% diaphragm
force increase penalty is applied when a diaphragm design option
is used for a seismic demand level that is one higher than its
associated seismic demand level. A design option cannot be used
for a seismic demand level two higher than the associated seismic
demand level, i.e., the elastic design option cannot be used for the
high seismic demand level.
The BDO has two performance targets: (1) elastic diaphragm

response in the design earthquake, and (2) diaphragm connector/
reinforcement deformation demands (i.e., joint opening) in the
MCE within the allowable deformation capacity of connector/
reinforcement in the moderate deformability element (MDE)
category, δMD

a . The diaphragm design force levels for the BDO
are aligned to the former requirement. Thus, the attainment of the
second performance target hinges on the selection of the value for
δMD
a relative to the diaphragm inelastic deformation demands

anticipated for the maximum considered earthquake. These an-
ticipated deformation demands were established through nonlinear
dynamic time history analysis (NTHA) of precast structures with
diaphragms designed to the BDO force levels and subjected to
spectrum compatible ground motions scaled to the MCE.
It should be recognized that practical considerations also exist

in the selection of δMD
a . The allowable deformation of high

deformability elements (HDEs), δHDa , (as required for the RDO)
was established based on the best performing existing precast
diaphragm connectors. This performance resulted in an HDE
allowable deformation capacity δHDa = 0.4 in. (δHDa = 10.2 mm).

(Note that the allowable value is 2=3 of the qualification value,
thus HDEs are required to have a demonstrated deformation
capacity of 0.6 in. (15.2 mm) in qualification testing, as was
achieved by the best performing existing connectors). Given that
low deformability elements (LDEs) do not have a deformation
requirement, the MDE allowable deformation value should
reside somewhere near half the HDE value, or δMD

a = 0.2 in.
(δMD

a = 5.1 mm).
The NTHA results for the MCE are shown in Fig. C14.2-3.

These results show that δMD
a = 0.2 in . (δMD

a = 5.1 mm) was an
appropriate and viable choice for the MDEs used in the BDO,
provided that the diaphragms were in the moderate seismic
demand level (solid triangles in Fig. C14.2-3) or in the low
seismic demand level (solid circles in Fig. C14.2-3). However,
this value did not produce satisfactory designs for diaphragms in
the high seismic demand level (solid squares in Fig. C14.2-3),
and thus some measure is required to bring the design procedure
in conformance.
A choice exists in how to modify the design procedure to resolve

this nonconformance to the design target: (a) The allowable
deformation ranges for the diaphragm connectors/reinforcement
could be modified (i.e., a more stringent qualification deformation
requirement for MDE, leading to an increase in δMD

a ); (b) the
diaphragm force levels could be increased across the board (i.
e., change the design earthquake performance target for elastic
diaphragm response from the diaphragm yield point itself to a lower
value within the diaphragm elastic range); or (c) create a special
requirement for the nonconforming diaphragm case (i.e., increase
the diaphragm forces only for nonconforming cases). The first
choice did not align well with the typical deformation capacities of
existing connectors and would not produce evenly sized deforma-
tion ranges for the LDE, MDE, and HDE classifications. The
second choice not only produces overly conservative designs for
many cases, but it also blurs the clean BDO performance target of
elastic diaphragm response in the design earthquake. For these
reasons, the third choice was considered the most desirable.
Thus, rather than increase the value of δMD

a to accommodate the
diaphragms in the high seismic demand level, it was decided to
keep δMD

a = 0.2 in. (δMD
a = 5.1 mm) and create a special require-

ment for conformance in the case of diaphragms in the high seismic
demand level. As each design option was developed with an
associated diaphragm seismic demand level in mind, and the
nonconformance did not occur at the associated level, i.e., the
moderate seismic demand level, but instead at the high seismic
demand level, the special requirement can be considered a measure
for using a diaphragm design option with a more demanding
seismic demand level.
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FIGURE C14.2-3 Diaphragm Maximum Joint Opening in NTHA for Basic Design Objective Designs under the MCE
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The special requirement is an increase in the design force for
the nonconforming case. The magnitude of the design force
increase is 15%. The manner in which this value was established
is also shown in Fig. C14.2-3. As mentioned previously, the solid
squares indicate the maximum diaphragm connector/reinforce-
ment deformation (joint opening demand) for the BDO for high
diaphragm seismic demand levels and indicate demands greater
than δMD

a = 0.2 in. (5.1 mm). The open squares indicate the
maximum diaphragm connector/reinforcement deformation for
these same cases with the 15% increase in diaphragm force. This
design force increase is seen to bring the deformation demand
within the allowable limit. The same design force increase is
enforced in Section 14.2.4.2.1 for use of the EDO with the
moderate seismic demand level, though this provision was not
based on any quantitative analytical results.

C14.2.4.3 Diaphragm Connector or Joint Reinforcement
Deformability. The precast diaphragm seismic design method-
ology (DSDM) uses an approach that requires knowledge of the
diaphragm connector or reinforcement stiffness, deformation
capacity, and strength to effectively and efficiently design the
diaphragm system for seismic forces. To meet this need, it is
critical that the connector or reinforcement properties be
determined in a repeatable, reproducible, and consistent manner so
that existing and new connections can be used effectively in the
diaphragm system. The qualification protocol provides an
experimental approach for the determination of connector or
reinforcement properties.

Precast concrete diaphragms deform mostly by the strains
that occur at the joints between the precast concrete units. The
requirements for reinforcement or connector deformability
come from the need for the connections to accommodate
these strains at the joints. A connection is an assembly of
connectors, including the linking parts, welds, and anchorage
to concrete. Mechanical connectors are identified as the pri-
mary parts that make the connection, but the deformation
capacity identified with the connector represents the perfor-
mance of the entire link across the joint. Qualification of the
deformation capacity of the connector, then, is dependent on
the details of the entire load path across the joint. The use in
design of a connector qualified by testing is only valid when
the design incorporates the complete connector detailing, as
tested.

The diaphragm reinforcement classifications are high deform-
ability elements (HDEs), moderate deformability elements
(MDEs), and low deformability elements (LDEs). The threshold
values of tension deformation capacity for each connector or
reinforcement class were selected by considering the range of the
ultimate (cyclic tension opening) deformations exhibited by the
various precast diaphragm connectors examined in the DSDM
experimental program (Naito et al. 2006, 2007). Based on these
results, a threshold deformation of 0.6 in. (15.2 mm) was selected
for HDE connector or reinforcement and 0.3 in. (7.6 mm) for
MDE connector or reinforcement. There is no deformation
requirement for LDE reinforcement.

A factor of safety of 1.5 was introduced into the design procedure
by establishing the allowable maximum joint opening value at 2=3
of the connector’s reliable and maximum joint opening deformation
capacity. The 2=3 factor leads to maximum allowable deformations
of 0.4 in. (10.2 mm) and 0.2 in. (5.1 mm) for the high deformability
element (HDE) and the moderate deformability element (MDE),
respectively. No deformation capacity requirement is needed for the
low deformability element (LDE), since this classification of
connector or reinforcement is used with designs that result in fully
elastic diaphragm response up to the MCE. The allowable

maximum joint openings were used as targets in the analytical
parametric studies to calibrate the design factors.

A few further comments are given about the connector or
reinforcement classification:

1. The diaphragm connector or reinforcement classification is
based on inelastic deformation associated with joint open-
ing caused by diaphragm flexure, not joint sliding defor-
mation caused by shear.

2. The diaphragm connector or reinforcement classification
applies to the chord reinforcement and shear reinforcement.
Other reinforcement (collector/anchorages, secondary con-
nections to spandrels, and similar items) may have different
requirements or characteristics.

3. In meeting the required maximum deformation capacity
using the testing protocols in the qualification procedure,
the required cumulative inelastic deformation capacity is
also met.

C14.2.4.3.5 Deformed Bar Reinforcement. Deformed bar rein-
forcement can be considered to be high deformability elements
(HDEs), provided that certain conditions are met.

C14.2.4.3.6 Special Inspection. The purpose of this require-
ment is to verify that the detailing required in HDEs is properly
executed through inspection personnel who are qualified to
inspect these elements. Qualifications of inspectors should be
acceptable to the jurisdiction enforcing the general building code.

C14.2.4.4 Precast Concrete Diaphragm Connector and Joint
Reinforcement Qualification Procedure. This section
provides a qualification procedure using experimental methods
to assess the in-plane strength, stiffness, and deformation
capacity of precast concrete diaphragm connectors and
reinforcement. The methodology was developed as part of the
DSDM research program specifically for diaphragm flange-to-
flange connections and is intended to provide the required
connector or reinforcement properties and classification for
use in the seismic design procedure.

C14.2.4.4.1 Test Modules. Test modules are fabricated and
tested to evaluate the performance of a precast concrete connec-
tion. Fig. C14.2-4 illustrates an example test module. It is
required that multiple tests be conducted to assess repeatability
and consistency. The test module should represent the geometry
and thickness of the precast concrete components that will be
connected. All connectors and reinforcement should be installed
and welded in accordance with the manufacturer’s published
installation instructions. The results or the data generated are
limited to connections built to the specified requirements.

Reduced scale connectors with appropriate reductions in
maximum aggregate size following laws of similitude can be

FIGURE C14.2-4 Test Module
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used as research tools to gain knowledge but are not to be used
for connector qualification.

C14.2.4.4.3 Test Configuration. A possible setup is illustrated
in Fig. C14.2-5. Three independently controlled actuators are
used, two providing axial displacement and one providing shear
displacement to the connection.

C14.2.4.4.4 Instrumentation. Use of actuator transducers is not
recommended because of potential slip in the test fixture.

C14.2.4.4.5 Loading Protocols. Figs. C14.2-6 and C14.2-7 il-
lustrate the shear and tension/compression loading protocols for
use in testing.

C14.2.4.4.6 Measurement Indices, Test Observations, and
Acquisition of Data. Quantitative data should be recorded from
each test, such that interpretation can be made of the performance
of the test module. For in-plane tests, the axial and shear force
and deformations should be recorded. Photographs should be
taken to illustrate the condition of the test module at the initiation

and completion of testing as well as at points through the testing
history. Ideally, photos should be taken at the end of each group
of cycles. Test history photos taken at points of interest, such as
cracking, yielding, and peak load, and post test photos are
adequate for most evaluations.
The backbone curve is adopted to represent a simple approxi-

mation of the load-deformation response of the connection. The
points are defined in terms of the resistances Pa, P1, Pb, P2, P2a,
and P3, and the displacements Δa, Δ1, Δb, Δ2, Δ2a, and Δ3,
respectively.
As depicted in Fig. 14.2-3, the Type 1 curve is representative of

ductile behavior where there is an elastic range (Point 0 to Point 1
on the curve) and an inelastic range (Point 1 to Point 3 on the curve),
followed by loss of force-resisting capacity. The Type 2 curve is
representative of ductile behavior where there is an elastic range
(Point 0 to Point 1) and an inelastic range (Point 1 to Point 2 on the
curve), followed by substantial loss of force-resisting capacity.
Some connections may exhibit a small peak strength with limited
ductility. For these cases, the Alternate Type 2 curve is recom-
mended. The Type 3 curve is representative of a brittle or nonductile
behavior where there is an elastic range (Point 0 to Point 1)
followed by loss of strength. Deformation-controlled elements
conform to Type 1 or Type 2, but not Type 2 Alternate, response
with Δ2 ≥ 2Δ1. All other responses are classified as force-con-
trolled. An example of test data is included in Ren and Naito (2013).

C14.2.4.4.7 Response Properties. The reliable and stable max-
imum deformation capacity is defined for design code purposes
as the connector deformation at peak load, Point 2 on the
backbone curve, obtained in testing following the loading pro-
tocols defined here. All analytical calibrations were performed
for a reliable and stable maximum deformation capacity corre-
sponding to a deformation where the strength reduces to 80% of
P2, which is similar to the beam–column connection deformation
capacity definition for steel structures in AISC 341. Thus, an
added degree of conservatism is provided in the definition
proposed for the design code.
Deformation Category. The category ranges were determined

from finite element analysis of a database of diaphragm systems
under a range of seismic demands. Alternate deformation limits

FIGURE C14.2-5 Possible Test Setup

FIGURE C14.2-6 Shear Loading Protocol

626 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



can be used if supporting data are provided. It should be noted
that the connector or joint reinforcement classification is based
solely on tension deformation capacity (as stated in Sec-
tion 14.2.4.3), whereas the qualification procedure applies equal-
ly to, and requires, both tension and shear tests. In other words,
while both tension and shear characterization are required to
determine the needed strengths, the connector classification is
based solely on the tension testing.

Tensile Strength. The design factors for flexural strength are
calibrated to the yield point of the chord connectors, not to their
peak strength. For instance, for the EDO, elastic response of the
diaphragm under the MCE is being targeted, so this response is
aligned to the yield strength, not the peak strength. For consisten-
cy, the BDO and RDO factors are also calibrated to this same
level, i.e., yield. So the nominal strength of the connectors is based
on P1, not P2. Using P2 creates a situation where yield should be
anticipated in the diaphragm for the EDO, and larger inelastic
deformations for the BDO and RDO.

Shear Strength. The intention is for the diaphragm system to
remain elastic under shear demands. Consequently, the inelastic
shear force capacity of connections is not considered. Because of
the existence of low stiffness connections, limits are placed on the
allowable deformation at which the force P1 can be determined.

C14.2.4.4.8 Test Report. The minimum information that must
be included in a test report is spelled out.

C14.3 COMPOSITE STEEL AND CONCRETE
STRUCTURES

This section provides guidance on the design of composite and
hybrid steel–concrete structures. Composite structures are de-
fined as those incorporating structural elements made of steel and
concrete portions connected integrally throughout the structural
element by mechanical connectors, bonds, or both. Hybrid

structures are defined as consisting of steel and concrete struc-
tural elements connected together at discrete points. Composite
and hybrid structural systems mimic many of the existing steel
(moment and braced frame) and reinforced concrete (moment
frame and wall) configurations but are given their own design
coefficients and factors in Table 12.2-1. Their design is based on
ductility and energy dissipation concepts comparable to those
used in conventional steel and reinforced concrete structures, but
it requires special attention to the interaction of the two materials
because it affects the stiffness, strength, and inelastic behavior of
the members, connections, and systems.

C14.3.1 Reference Documents. Seismic design for composite
structures assigned to SDCs D, E, or F is governed primarily by
AISC 341. Composite design provisions in ANSI/AISC 341 are
less prescriptive than those for structural steel and provide
flexibility for designers to use analytical tools and results of
research in their practice. Composite structures assigned to SDC
A, B, or C may be designed according to principles outlined in
AISC 360 and ACI 318. ANSI/AISC 360 and ACI 318 provide
little guidance on connection design; therefore, designers are
encouraged to review ANSI/AISC 341 for guidance on the
design of joint areas. Differences between older AISC and
ACI provisions for cross-sectional strength for composite
beam–columns have been minimized by changes in the latest
AISC 360, and AISC 360 refers to ACI 318 for much of the
design of reinforced concrete components of composite
structures. However, there is not uniform agreement between
the provisions in ACI 318 and AISC 360 regarding detailing,
limits on material strengths, stability, and strength for composite
beam–columns. The composite design provisions in ANSI/AISC
360 are considered to be current.

C14.3.4 Metal-Cased Concrete Piles. Design of metal-cased
concrete piles, which are analogous to circular concrete filled

FIGURE C14.2-7 Tension/Compression Loading Protocol
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tubes, is governed by Sections 14.2.3.1.3 and 14.2.3.2.4 of
this standard. The intent of these provisions is to require
metal-cased concrete piles to have confinement and protection
against long-term deterioration comparable to that for uncased
concrete piles.

C14.4 MASONRY

This section adopts by reference and then makes modifications to
TMS 402 and TMS 602. In past editions of this standard,
modifications to the TMS referenced standards were also made.
During the development of the 2016 edition of TMS standards,
each of these modifications was considered by the TMS 402/602
committee. Some were incorporated directly into the TMS
standards. These modifications have accordingly been removed
from the modifications in this standard. Work is ongoing to better
coordinate the provisions of the two documents so that the
provisions in Section 14.4 are significantly reduced or eliminated
in future editions.

C14.5 WOOD

C14.5.1 Reference Documents. Two national consensus
standards are adopted for seismic design of engineered wood
structures: the National Design Specification (AWC NDS-15),
and the Special Design Provisions for Wind and Seismic (AWC
SDPWS-15). Both of these standards are presented in dual
allowable stress design (ASD) and load and resistance factor
design (LRFD) formats. Both standards reference a number of
secondary standards for related items such as wood materials and
fasteners. AWC SDPWS addresses general principles and
specific detailing requirements for shear wall and diaphragm
design and provides tabulated nominal unit shear capacities for
shear wall and diaphragm sheathing and fastening. The balance
of member and connection design is to be in accordance with the
AWC NDS.
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CHAPTER C15

SEISMIC DESIGN REQUIREMENTS FOR NONBUILDING STRUCTURES

C15.1 GENERAL

C15.1.1 Nonbuilding Structures. Building codes traditionally
have been perceived as minimum standards for the design of
nonbuilding structures, and building code compliance of these
structures is required by building officials in many jurisdictions.
However, requirements in the industry reference documents are
often at odds with building code requirements. In some cases, the
industry documents need to be altered, whereas in other cases, the
building codes need to be modified. Registered design profes-
sionals are not always aware of the numerous accepted docu-
ments within an industry and may not know whether the accepted
documents are adequate. One of the intents of Chapter 15 of the
standard is to bridge the gap between building codes and existing
industry reference documents.

Differences between the ASCE/SEI 7 design approaches for
buildings and industry document requirements for steel multi-
legged water towers (Fig. C15.1-1) are representative of this
inconsistency. Historically, such towers have performed well
when properly designed in accordance with American Water
Works Association (AWWA) standards and industry practices.
Those standards and practices differ from the ASCE/SEI 7
treatment of buildings in that tension-only rods are allowed,

upset rods are preloaded at the time of installation, and connec-
tion forces are not amplified.

Chapter 15 also provides an appropriate link so that the
industry reference documents can be used with the seismic
ground motions established in the standard. Some nonbuilding
structures are similar to buildings and can be designed using
sections of the standard directly, whereas other nonbuilding
structures require special analysis unique to the particular type
of nonbuilding structure.

Building structures, vehicular bridges, electrical transmission
towers, hydraulic structures (e.g., dams), buried utility lines and
their appurtenances, and nuclear reactors are excluded from the
scope of the nonbuilding structure requirements, although indus-
trial buildings are permitted per Chapter 11 to use the provisions
in Chapter 15 for nonbuilding structures with structural systems
similar to buildings, provided that specific conditions are met.
The excluded structures are covered by other well-established
design criteria (e.g., electrical transmission towers and vehicular
bridges), are not under the jurisdiction of local building officials
(e.g., nuclear reactors and dams), or require technical considera-
tions beyond the scope of the standard (e.g., buried utility lines
and their appurtenances).

C15.1.2 Design. Nonbuilding structures and building structures
have much in common with respect to design intent and expected
performance, but there are also important differences. Chapter 15
relies on other portions of the standard where possible and
provides special notes where necessary.

There are two types of nonbuilding structures: those with
structural systems similar to buildings and those with structural
systems not similar to buildings. Specific requirements for these
two cases appear in Sections 15.5 and 15.6.

C15.1.3 Structural Analysis Procedure Selection. Nonbuild-
ing structures that are similar to buildings are subject to the same
analysis procedure limitations as building structures. Nonbuild-
ing structures that are not similar to buildings are subject to those
limitations and are subject to procedure limitations prescribed in
applicable specific reference documents.

For many nonbuilding structures supporting flexible system
components, such as pipe racks (Fig. C15.1-2), the supported
piping and platforms generally are not regarded as rigid enough
to redistribute seismic forces to the supporting frames.

For nonbuilding structures supporting very stiff (i.e., rigid)
system components, such as steam turbine generators (STGs)
and heat recovery steam generators (HRSGs) (Fig. C15.1-3),
the supported equipment, ductwork, and other components
(depending on how they are attached to the structure) may be
rigid enough to redistribute seismic forces to the supporting
frames. Torsional effects may need to be considered in such
situations.

FIGURE C15.1-1 Steel multilegged water tower

Source: Courtesy of CB&I LLC; reproduced with permission.
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Section 12.6 presents seismic analysis procedures for building
structures based on the Seismic Design Category (SDC); the
fundamental period, T; and the presence of certain horizontal or
vertical irregularities in the structural system. Where the funda-
mental period is greater than or equal to 3.5 Ts (where
Ts = SD1=SDS), the use of the equivalent lateral force procedure
is not permitted in SDCs D, E, and F. This requirement is based
on the fact that, unlike the dominance of the first mode response
in case of buildings with lower first mode period, higher vibration
modes do contribute more significantly in situations when the
first mode period is larger than 3.5 Ts. For buildings that exhibit
classic flexural deformation patterns (such as slender shear-wall
or braced-frame systems), the second mode frequency is at least
3.5 times the first mode frequency, so where the fundamental
period exceeds 3.5 Ts, the higher modes have larger contribu-
tions to the total response because they occur near the peak of the
design response spectrum.

It follows that dynamic analysis (modal response spectrum
analysis or response history analysis) may be necessary to
properly evaluate buildinglike nonbuilding structures if the first
mode period is larger than 3.5 Ts and the equivalent lateral force
analysis is sufficient for nonbuilding structures that respond as
single-degree-of-freedom systems.
The recommendations for nonbuilding structures provided

in the following are intended to supplement the designer’s
judgment and experience. The designer is given considerable
latitude in selecting a suitable analysis method for nonbuilding
structures.
Buildinglike Nonbuilding Structures. Table 12.6-1 is used

in selecting analysis methods for buildinglike nonbuilding struc-
tures, but, as illustrated in the following three conditions, the
relevance of key behavior must be considered carefully:

1. Irregularities: Table 12.6-1 requires dynamic analysis for
SDC D, E, and F structures that have certain horizontal or
vertical irregularities. Some of these building irregularities
(defined in Section 12.3.2) are relevant to nonbuilding
structures. The weak- and soft-story vertical irregularities
(Types 1a, 1b, 5a, and 5b of Table 12.3-2) are pertinent to
the behavior of buildinglike nonbuilding structures. Other
vertical and horizontal irregularities may or may not be
relevant, as described below.
a. Horizontal irregularities: Horizontal irregularities of

Types 1a and 1b affect the choice of analysis method,
but these irregularities apply only where diaphragms
are rigid or semirigid, and some buildinglike nonbuild-
ing structures have either no diaphragms or flexible
diaphragms.

b. Vertical irregularities: Vertical irregularity Type 2 is
relevant where the various levels actually support
significant loads. Where a buildinglike nonbuilding
structure supports significant mass at a single level
while other levels support small masses associated with
stair landings, access platforms, and so forth, dynamic
response is dominated by the first mode, so the equiv-
alent lateral force procedure may be applied. Vertical
irregularity Type 3 addresses large differences in the
horizontal dimension of the seismic force-resisting
system in adjacent stories because the resulting stiffness
distribution can produce a fundamental mode shape
unlike that assumed in the development of the equiva-
lent lateral force procedure. Because the concern relates
to stiffness distribution, the horizontal dimension of the
seismic force-resisting system, not of the overall struc-
ture, is important.

2. Arrangement of supported masses: Even where a nonbuild-
ing structure has buildinglike appearance, it may not
behave like a building, depending on how masses are
attached. For example, the response of nonbuilding struc-
tures with suspended vessels and boilers cannot be deter-
mined reliably using the equivalent lateral force procedure
because of the pendulum modes associated with the sig-
nificant mass of the suspended components. The resulting
pendulum modes, while potentially reducing story shears
and base shear, may require large clearances to allow
pendulum motion of the supported components and may
produce excessive demands on attached piping. Dynamic
analysis is highly recommended in such cases, with con-
sideration for appropriate impact forces in the absence of
adequate clearances.

3. Relative rigidity of beams: Even where a classic building
model may seem appropriate, the equivalent lateral force

FIGURE C15.1-3 Heat recovery steam generators

Source: Courtesy of CB&I LLC; reproduced with permission.

FIGURE C15.1-2 Steel pipe rack

Source: Courtesy of CB&I LLC; reproduced with permission.
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procedure may underpredict the total response if the beams
are flexible relative to the columns (of moment frames) or
the braces (of braced frames). This underprediction occurs
because higher modes associated with beam flexure may
contribute more significantly to the total response (even if
the first mode response is at a period less than 3.5 Ts). This
situation of flexible beams can be especially pronounced
for nonbuilding structures because the “normal” floors
common to buildings may be absent. Therefore, the dy-
namic analysis procedures are suggested for buildinglike
nonbuilding structures with flexible beams.

Nonbuilding Structures Not Similar to Buildings. The (static)
equivalent lateral force procedure is based on classic building
dynamic behavior, which differs from the behavior of many
nonbuilding structures not similar to buildings. As discussed
below, several issues should be considered for selecting either an
appropriate method of dynamic analysis or a suitable distribution
of lateral forces for static analysis.

1. Structural geometry: The dynamic response of nonbuilding
structures with a fixed base and a relatively uniform dis-
tribution of mass and stiffness, such as bottom-supported
vertical vessels, stacks, and chimneys, can be represented
adequately by a cantilever (shear building) model. For
these structures, the equivalent lateral force procedure
provided in the standard is suitable. This procedure treats
the dynamic response as being dominated by the first mode.
In such cases, it is necessary to identify the first mode shape
(using, for instance, the Rayleigh–Ritz method or other
classical methods from the literature) for distribution of the
dynamic forces. For some structures, such as tanks with
low height-to-diameter ratios storing granular solids, it is
conservative to assume a uniform distribution of forces.
Dynamic analysis is recommended for structures that have
neither a uniform distribution of mass and stiffness nor an
easily determined first mode shape.

2. Number of lateral supports: Cantilever models are obvi-
ously unsuitable for structures with multiple supports.
Fig. C15.1-4 shows a nonbuilding braced frame structure
that provides nonuniform horizontal support to a piece of
equipment. In such cases, the analysis should include
coupled model effects. For such structures, an application
of the equivalent lateral force method could be used,

depending on the number and locations of the supports.
For example, most beam-type configurations lend them-
selves to application of the equivalent lateral force method.

3. Method of supporting dead weight: Certain nonbuilding
structures (such as power boilers) are supported from the
top. They may be idealized as pendulums with uniform mass
distribution. In contrast, a suspended platform may be
idealized as a classic pendulum with concentrated mass. In
either case, these types of nonbuilding structures can be
analyzed adequately using the equivalent lateral force meth-
od by calculating the appropriate frequency and mode shape.
Fig. C15.1-5 shows a nonbuilding structure containing lug-
supported equipment withWP greater than 0.25ðWS þWPÞ.
In such cases, the analysis should include a coupled system
with the mass of the equipment and the local flexibility of the
supports considered in the model. Where the support is
located near the nonbuilding structure’s vertical location of
the center of mass, a dynamic analysis is recommended.

4. Mass irregularities: Just as in the case of buildinglike
nonbuilding structures, the presence of significantly un-
even mass distribution is a situation where the equivalent
lateral force method is not likely to provide a very accurate
and perhaps unconservative force distribution. The dynam-
ic analysis methods are recommended in such situations.
Fig. C15.1-6 illustrates two such situations. In part (a), a
mass irregularity exists if W1 is greater than 1.5W2 or less
than 0.67W2. In part (b), a mass irregularity exists if W3 is
greater than either 1.5W2 or 1.5W4.

5. Torsional irregularities: Structures in which the fundamen-
tal mode of response is torsional or in which modes with
significant mass participation exhibit a prominent torsional
component may also have inertial force distributions that
are significantly different from those predicted by the
equivalent lateral force method. In such cases, dynamic
analyses should be considered. Fig. C15.1-7 illustrates one
such case where a vertical vessel is attached to a secondary
vessel with W2 greater than about 0.25ðW1 þW2Þ.

6. Stiffness and strength irregularities: Just as for buildinglike
nonbuilding structures, abrupt changes in the distributionFIGURE C15.1-4 Multiple lateral supports

FIGURE C15.1-5 Unusual support of dead weight
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of stiffness or strength in a nonbuilding structure not
similar to buildings can result in substantially different
inertial forces from those indicated by the equivalent lateral
force method. Fig. C15.1-8 represents one such case. For
structures that have such configurations, consideration
should be given to the use of dynamic analysis procedures.
Even where dynamic analysis is required, the standard does
not define in any detail the degree of modeling; an adequate
model may have a few dynamic degrees of freedom or
tens of thousands of dynamic degrees of freedom. The
important point is that the model captures the significant
dynamic response features so that the resulting lateral force
distribution is valid for design. The designer is responsible
for determining whether dynamic analysis is warranted
and, if so, the degree of detail required to address ade-
quately the seismic performance.

7. Coupled response: Where the weight of the supported
structure is large compared with the weight of the support-
ing structure, the combined response can be affected
significantly by the flexibility of the supported nonbuilding

structure. In that case, dynamic analysis of the coupled
system is recommended. Examples of such structures are
shown in Fig. C15.1-9. Part (a) shows a flexible nonbuild-
ing structure with Wp greater than 0.25ðWs þWpÞ, sup-
ported by a relatively flexible structure; the flexibility of the
supports and attachments should be considered. Part (b)
shows flexible equipment connected by a large-diameter,
thick-walled pipe and supported by a flexible structure;
the structures should be modeled as a coupled system
including the pipe.

Distributed mass cantilever structures have over several cycles
of ASCE 7 had their R values reduced and/or special detailing
requirements added to improve their performance. The excep-
tions to the modal scaling rules of Section 12.9 listed in Section
15.1.3 for distributed mass cantilever structures recognize this
improvement in performance.

C15.1.4 Nonbuilding Structures Sensitive to Vertical
Ground Motions. Traditionally, ASCE 7 did not provide guid-
ance to address designing for a separate vertical ground motion.
Historically, this omission has not been a problem for buildings
because there is inherent strength in the vertical direction because
of the margin that is developed when the dead load and live load
are applied. However, this is not necessarily the case for
nonbuilding structures. Many nonbuilding structures are sensi-
tive to vertical motions and do not have the benefit of the inherent
strength that exists in buildings. Examples of some structures are
liquid and granular storage tanks or vessels, suspended structures
(such as boilers), and nonbuilding structures incorporating hori-
zontal cantilevers. Such structures are required to incorporate
Section 11.9 into the design of the structure in lieu of applying
the traditional vertical ground motion of 0.2SDS.

C15.2 THIS SECTION INTENTIONALLY LEFT BLANK;
SEE SECTION C15.8

C15.3 NONBUILDING STRUCTURES SUPPORTED BY
OTHER STRUCTURES

There are instances where nonbuilding structures not similar to
buildings are supported by other structures or other nonbuilding
structures. This section specifies how the seismic design loads for

FIGURE C15.1-7 Torsional irregularity

FIGURE C15.1-8 Soft-story irregularity

W1

W2

W1

W2

W3

W4

(a) (b)

FIGURE C15.1-6 Mass irregularities
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such structures are to be determined and the detailing require-
ments that are to be satisfied in the design.

C15.3.1 Less Than 25% Combined Weight Condition. In
many instances, the weight of the supported nonbuilding struc-
ture is relatively small compared with the weight of the support-
ing structure, such that the supported nonbuilding structure has a
relatively small effect on the overall nonlinear earthquake re-
sponse of the primary structure during design-level ground
motions. It is permitted to treat such structures as nonstructural
components and to use the requirements of Chapter 13 for their
design. The ratio of secondary component weight to total weight
of 25% at which this treatment is permitted is based on judgment
and was introduced into code provisions in the 1988 Uniform
Building Code by the SEAOC Seismology Committee. Analyti-
cal studies, typically based on linear elastic primary and second-
ary structures, indicate that the ratio should be lower, but the
SEAOC Seismology Committee judged that the 25% ratio is
appropriate where primary and secondary structures exhibit
nonlinear behavior that tends to lessen the effects of resonance
and interaction. In cases where a nonbuilding structure (or
nonstructural component) is supported by another structure, it
may be appropriate to analyze in a single model. In such cases, it
is intended that seismic design loads and detailing requirements
be determined following the procedures of Section 15.3.2. Where
there are multiple large nonbuilding structures, such as vessels
supported on a primary nonbuilding structure, and the weight of
an individual supported nonbuilding structure does not exceed
the 25% limit but the combined weight of the supported non-
building structures does, it is recommended that the combined
analysis and design approach of Section 15.3.2 be used. It is also
suggested that dynamic analysis be performed in such cases
because the equivalent lateral force procedure may not capture
some important response effects in some members of the
supporting structure.

Where the weight of the supported nonbuilding structure
does not exceed the 25% limit and a combined analysis is
performed, the following procedure should be used to determine
the Fp force of the supported nonbuilding structure based on
Eq. (13.3-4):

1. A modal analysis should be performed in accordance with
Section 12.9. The base shear of the combined structure and

nonbuilding structure should be taken as no less than 85%
of the equivalent lateral force procedure base shear.

2. For a component supported at level i, the acceleration at
that level should be taken as ai, the total shear just below
level i divided by the seismic weight at and above level i.

3. The elastic value of the component shear force coefficient
should next be determined as the shear force from the
modal analysis at the point of attachment of the component
to the structure divided by the weight of the component.
This value is preliminarily taken as aiap. Because ap cannot
be taken as less than 1.0, the value of ap is taken as aiap=ai,
except that the final value ap need not be taken as greater
than 2.5 and should not be taken as less than 1.0. The final
value of aiap should be the final value of ai determined in
step 2 multiplied by the final value of ap determined earlier
in this step.

4. The resulting value of aiap should be used in Eq. (13.3-4);
the resulting value of Fp is subject to the maximum
and minimum values of Eqs. (13.3-2) and (13.3-3),
respectively.

C15.3.2 Greater Than or Equal to 25% Combined Weight
Condition. Where the weight of the supported structure is
relatively large compared with the weight of the supporting
structure, the overall response can be affected significantly. The
standard sets forth two analysis approaches, depending on the
rigidity of the nonbuilding structure. The determination of what
is deemed rigid or flexible is based on the same criteria used for
nonstructural components.

Where the supported nonbuilding structure is rigid, it is
acceptable to treat the supporting structure as a nonbuilding
structure similar to a building and to determine its design loads
and detailing using the requirements of Section 15.5. The design
of the rigid nonbuilding structure and its anchorage is determined
using the requirements of Chapter 13 with the amplification
factor, ap, taken as 1.0. However, this condition is relatively rare
because the flexibility of any directly supporting members in the
primary structure, such as floor beams, must be considered in
determining the period of the component.

In the usual case, where the supported nonbuilding structure is
flexible, a combined model of the supporting structure and the
supported nonbuilding structure is used. The design loads and

WS

WP

(a) (b)

Non-building
structure

Support
structure

FIGURE C15.1-9 Couple system
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detailing are determined based on the lower R value of the
supported nonbuilding structure or supporting structure.
Although not specifically mentioned in Section 15.3.2, another

approach is permitted. A nonlinear response history analysis of
the combined system can be performed in accordance with
Section 16.2, and the results can be used for the design of
both the supported and supporting nonbuilding structures. This
option should be considered where standard static and dynamic
elastic analysis approaches may be inadequate to evaluate the
earthquake response (such as for suspended boilers). This option
should be used with extreme caution because modeling and
interpretation of results require considerable judgment. Because
of this sensitivity, Section 16.2 requires independent design
review.

C15.4 STRUCTURAL DESIGN REQUIREMENTS

This section specifies the basic coefficients and minimum design
forces to be used to determine seismic design loads for nonbuild-
ing structures. It also specifies height limits and restrictions. As
with building structures, it presumes that the first step in
establishing the design forces is to determine the design base
shear for the structure.
There are two types of nonbuilding structures: those with

structural systems similar to buildings and those with structural
systems not similar to buildings. Specific requirements for these
two cases appear in Sections 15.5 and 15.6.
Table 15.4-1 contains the response modification coefficient (R)

for nonbuilding structures similar to buildings. Table 15.4-2
contains the response modification coefficient for nonbuilding
structures not similar to buildings. Every response modification
coefficient has associated design and detailing requirements to
ensure the required ductility associated with that response
modification coefficient value (e.g., AISC 341). Some structures,
such as pipe racks, do not resemble a traditional building in that
they do not house people or have such things as walls and
bathrooms. These structures have lateral force-resisting systems
composed of braced frames and moment frames similar to a
traditional building. Therefore, pipe racks are considered non-
building structures similar to buildings. The response modifica-
tion coefficient for a pipe rack should be taken from Table 15.4-1
for the appropriate lateral force-resisting system used, and the
braced frames and/or moment frames used must meet all of the
design and detailing requirements associated with the R value
selected (see Section 15.5.2, Pipe Racks).
Most major power distribution facility (power island) structures,

such as HRSG support structures, steam turbine pedestals, coal
boiler support structures, pipe racks, air inlet structures, and duct
support structures, also resist lateral forces predominantly by use
of buildinglike framing systems such as moment frames, braced
frames, or cantilever column systems. Therefore, their response
modification coefficient should be selected from Table 15.4-1, and
they must meet all the design and detailing requirements associat-
ed with the response modification coefficient selected.
Many nonbuilding structures, such as flat-bottom tanks, silos,

and stacks, do not use braced frames or moment frames similar to
those found in buildings to resist seismic loads. Therefore, they
have their own unique response modification coefficient, which
can be found in Table 15.4-2.
For nonbuilding structures with lateral systems composed

predominantly of buildinglike framing systems, such as moment
frames, braced frames, or cantilever column systems, it would be
inappropriate to extrapolate the descriptions in Table 15.4-2,
resulting in inappropriately high response modification coeffi-
cients and the elimination of detailing requirements.

Once a response modification coefficient is selected from the
tables, Section 15.4.1 provides additional guidance.

C15.4.1 Design Basis. Separate tables provided in this section
identify the basic coefficients, associated detailing requirements,
and height limits and restrictions for the two types of nonbuilding
structures.
For nonbuilding structures similar to buildings, the design

seismic loads are determined using the same procedures used for
buildings as specified in Chapter 12, with two exceptions:
fundamental periods are determined in accordance with Section
15.4.4, and Table 15.4-1 provides additional options for struc-
tural systems. Although only Section 12.8 (the equivalent lateral
force procedure) is specifically mentioned in Section 15.4.1,
Section 15.1.3 provides the analysis procedures that are permit-
ted for nonbuilding structures.
In Table 15.4-1, seismic coefficients, system restrictions, and

height limits are specified for a few nonbuilding structures
similar to buildings. The values of R, Ω0, and Cd; the detailing
requirement references; and the structural system height limits
are the same as those in Table 12.2-1 for the same systems,
except for ordinary moment frames. In Chapter 12, increased
height limits for ordinary moment frame structural systems apply
to metal building systems, whereas in Chapter 15 they apply to
pipe racks with end plate bolted moment connections. The
seismic performance of pipe racks was judged to be similar to
that of metal building structures with end plate bolted moment
connections, so the height limits were made the same as those
specified in previous editions.
Table 15.4-1 also provides lower R values with less restrictive

height limits in SDCs D, E, and F based on good performance in
past earthquakes. For some options, no seismic detailing is
required if very low values of R (and corresponding high seismic
design forces) are used. The concept of extending this approach
to other structural systems is the subject of future research using
the methodology developed in FEMA P-695 (FEMA 2009).
For nonbuilding structures not similar to buildings, the seismic

design loads are determined as in Chapter 12 with three excep-
tions: the fundamental periods are determined in accordance
with Section 15.4.4, the minima are those specified in Section
15.4.1(2), and the seismic coefficients are those specified in
Table 15.4-2.
Some entries in Table 15.4-2 may seem to be conflicting or

confusing. For example, the first major entry is for elevated
tanks, vessels, bins, or hoppers. A subset of this entry is for tanks
on braced or unbraced legs. This subentry is intended for
structures where the supporting columns are integral with the
shell (such as an elevated water tank). Tension-only bracing is
allowed for such a structure. Where the tank or vessel is
supported by buildinglike frames, the frames are to be designed
in accordance with all of the restrictions normally applied to
building frames. Section 15.3 provides provisions for nonbuild-
ing structures supported by buildinglike frames. Beginning with
the 2005 edition of ASCE 7, Table 15.4-2 contained an entry for
“Tanks or vessels supported on structural towers similar to
buildings.” Under certain circumstances, text provided with this
table entry conflicted with the requirements of Section 15.3. If the
weight of the nonbuilding structure is relatively small compared
to the weight of the structure (less than 25% of the weight of the
structure) or the nonbuilding structure is rigid, the supported
nonbuilding structure can be treated as a nonstructural compo-
nent and the values of the supporting structure seismic coeffi-
cients can be taken from Table 15.4-1. Under these circum-
stances, the deleted entry was correct. However, if the weight of
the supported nonbuilding structure is not small and the
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nonbuilding structure is flexible (which is generally the case
especially when you consider the vertical and rocking flexibility
of supporting floor beams), the seismic coefficients are deter-
mined as the most conservative.

The accidental torsion requirements of Section 12.8.4.2 were
formulated primarily for use in building structures. The primary
factors that contribute to accidental torsion are lateral force-
resisting systems that are located primarily near the center of the
structure rather than the perimeter, disproportionate concentra-
tion of inelastic demands in system components, the effects of
nonstructural elements, uncertainties in defining the structure’s
stiffness characteristics, and spatial variation (and rotational
components of ground motions) of horizontal input motions
applied to long structures. Inherently torsionally resistant sys-
tems as defined in Section 15.4.1, Item 5, with R values less than
or equal to 3.5 are not expected to have inelastic demands of a
level that would require additional consideration of accidental
torsion. Additionally, nonbuilding structures rarely contain
significant nonstructural elements that are not accounted for
explicitly in the design of these structures and typically have
very well-known mass and stiffness characteristics. Nonbuilding
structures also rarely, if ever, have their lateral force-resisting
systems located at the center of the structure in plan rather than at
the perimeter. The requirement that the calculated center of
rigidity at each diaphragm is greater than 5% of the plan
dimension of the diaphragm in each direction from the calculated
center of mass of the diaphragm prevents configurations of lateral
force-resisting elements that are inherently susceptible to the
effects of torsion from being exempted from the effects of
accidental torsion. Spatial variations of ground motions should
be considered in the design of structures of considerable length.
If there are significant variations between full and empty weights
of the structure, the inherent torsion caused by these variations
should be considered in the design of the structure. If there is a
nonuniform distribution of mass in silos or bins storing bulk
materials because of multiple filling or discharge points, multiple
hoppers, nonuniform funnel flow, bulk material behavior, or other
operational considerations, the inherent torsion caused by these
conditions should be considered in the design of the silo or bin.

C15.4.1.1 Importance Factor. The Importance Factor for a
nonbuilding structure is based on the risk category defined in
Chapter 1 of the standard or the building code being used in
conjunction with the standard. In some cases, reference standards
provide a higher Importance Factor, in which case the higher
Importance Factor is used.

If the Importance Factor is taken as 1.0 based on a hazard and
operability (HAZOP) analysis performed in accordance with
Chapter 1, the third paragraph of Section 1.5.3 requires careful
consideration; worst-case scenarios (instantaneous release of a
vessel or piping system) must be considered. HAZOP risk
analysis consultants often do not make such assumptions, so
the design professional should review the HAZOP analysis with
the HAZOP consultant to confirm that such assumptions have
been made to validate adjustment of the Importance Factor.
Clients may not be aware that HAZOP consultants do not
normally consider the worst-case scenario of instantaneous
release but tend to focus on other, more hypothetical, limited-
release scenarios, such as those associated with a 2-in:2

(1,290 mm2) hole in a tank or vessel.

C15.4.2 Rigid Nonbuilding Structures. The definition of rigid
(having a natural period of less than 0.06 s) was selected
judgmentally. Below that period, the energy content of seismic
ground motion is generally believed to be very low, and therefore
the building response is not likely to be excessively amplified.

Also, it is unlikely that any building will have a first mode period
as low as 0.06 s, and it is even unusual for a second mode period
to be that low. Thus, the likelihood of either resonant behavior or
excessive amplification becomes quite small for equipment that
has periods below 0.06 s.

The analysis to determine the period of the nonbuilding
structure should include the flexibility of the soil subgrade.

C15.4.3 Loads. As for buildings, the seismic weight must
include the range of design operating weight of permanent
equipment.

C15.4.4 Fundamental Period. A significant difference be-
tween building structures and nonbuilding structures is that the
approximate period formulas and limits of Section 12.8.2.1 may
not be used for nonbuilding structures. In lieu of calculating a
specific period for a nonbuilding structure for determining
seismic lateral forces, it is of course conservative to assume a
period of T = Ts, which results in the largest lateral design forces.
Computing the fundamental period is not considered a significant
burden because most commonly used computer analysis pro-
grams can perform the required calculations.

C15.4.7 Drift, Deflection, and Structure Separation. Non-
building structure drifts, deflection, and structure separation are
calculated using strength design factored load combinations in
order to be compatible with the seismic load definition and the
definition of the Cd factors. This philosophy is consistent with
that of drift, deflections, and structure separation for buildings
defined in Chapter 12.

C15.4.8 Site-Specific Response Spectra. Where site-specific
response spectra are required, they should be developed in
accordance with Chapter 21 of the standard. If determined for
other recurrence intervals, Section 21.1 applies, but Sections 21.2
through 21.4 apply only to risk-targeted maximum considered
earthquake (MCER) determinations. Where other recurrence
intervals are used, it should be demonstrated that the require-
ments of Chapter 15 also are satisfied.

C15.4.9 Anchors in Concrete or Masonry. Many nonbuild-
ing structures rely on the ductile behavior of anchor bolts to
justify the response modification factor, R, assigned to the
structure. Nonbuilding structures typically rely more heavily
on anchorage to provide system ductility. The additional
requirements of Section 15.4.9 provide additional anchorage
strength and ductility to support the response modification
factors assigned to these systems. The addition of Section
15.4.9 provides a consistent treatment of anchorage for non-
building structures.

C15.4.9.4 ASTM F1554 Anchors. ASTM F1554 contains a
requirement that is not consistent with the anchor requirements
found in Chapter 15. Section 6.4 of ASTM F1554 allows the
anchor supplier to substitute weldable Grade 55 anchors for
Grade 36 anchors without the approval of the registered design
professional. Because many nonbuilding structures rely on the
ability of the anchors to stretch to justify the response modifica-
tion factor, R, assigned to the structure, a higher yield anchor
cannot be allowed to be substituted for a lower yield anchor
without the approval of the registered design professional.
Except where anchors are specified and are designed as ductile
steel anchors in accordance with ACI 318, Section 17.2.3.4.3(a),
or where the design must meet the requirements of Section 15.7.5
or Section 15.7.11.7b, this provision does not prohibit ductility
from being provided by another element of the structure. In that
case, the ASTM F1554 anchors would be designed for the
corresponding forces.
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C15.4.10 Requirements for Nonbuilding Structure
Foundations on Liquefiable Sites. Section 12.13.9 allows shal-
low foundation to be built on liquefiable soils with a number of
restrictions. Many nonbuilding structures are sensitive to large
foundation settlements. This sensitivity is caused by restraint
imposed by interconnecting piping and equipment and the
buckling sensitivity of shell structures. Therefore, in order to
build these structures on shallow foundations on liquefiable
soils, it must be demonstrated that the foundation, nonbuilding
structure not similar to buildings, and connecting systems can
be designed for the soil strength loss, the anticipated settlements
from lateral spreading, and total and differential settlements
induced by MCEG earthquake ground motions.

C15.5 NONBUILDING STRUCTURES SIMILAR TO
BUILDINGS

C15.5.1 General. Although certain nonbuilding structures ex-
hibit behavior similar to that of building structures, their func-
tions and occupancies are different. Section 15.5 of the standard
addresses the differences.

C15.5.2 Pipe Racks. Freestanding pipe racks supported at or
below grade with framing systems that are similar to building
systems are designed in accordance with Section 12.8 or 12.9 and
Section 15.4. Single-column pipe racks that resist lateral loads
should be designed as inverted pendulums.
Based on good performance in past earthquakes, Table 15.4-1

sets forth the option of lower R values and less restrictive height
limits for structural systems commonly used in pipe racks. The R
value versus height limit tradeoff recognizes that the size of some
nonbuilding structures is determined by factors other than tradi-
tional loadings and results in structures that are much stronger than
required for seismic loadings. Therefore, the ductility demand is
generally much lower than that for a corresponding building. The
intent is to obtain the same structural performance at the increased
heights. This option proves to be economical in most situations
because of the relative cost of materials and construction labor.
The lower R values and increased height limits of Table 15.4-1
apply to nonbuilding structures similar to buildings; they cannot be
applied to building structures. Table C15.5-1 illustrates the R
values and height limits for a 70-ft (21.3-m) high steel ordinary
moment frame (OMF) pipe rack.

C15.5.3.1 Steel Storage Racks. The two approaches to the
design of steel storage racks set forth by the standard are intended
to produce comparable results. The specific revisions to the Rack
Manufacturers Institute (RMI) specification cited in earlier

editions of this standard and the detailed requirements of the
ANSI/RMI MH 16.1 specification reflect the recommendations
of FEMA 460 (FEMA 2005).
Although the ANSI/RMI MH 16.1 specification reflects the

recommendations of FEMA 460 (FEMA 2005), the anchorage
provisions of the ANSI/RMI MH 16.1 specification are not in
conformance with ASCE/SEI 7. Therefore, specific anchorage
requirements were added in Sections 15.5.3.1.1 and 15.5.3.1.2.
These recommendations address the concern that storage racks

in warehouse-type retail stores may pose a greater seismic risk to
the general public than exists in low-occupancy warehouses or
more conventional retail environments. Under normal condi-
tions, retail stores have a far higher occupant load than an
ordinary warehouse of a comparable size. Failure of a storage
rack system in a retail environment is much more likely to cause
personal injury than would a similar failure in a storage ware-
house. To provide an appropriate level of additional safety in
areas open to the public, an Importance Factor of 1.50 is
specified. Storage rack contents, though beyond the scope of
the standard, may pose a potentially serious threat to life should
they fall from the shelves in an earthquake. It is recommended
that restraints be provided, as shown in Fig. C15.5-1, to prevent
the contents of rack shelving open to the general public from
falling during strong ground shaking.

C15.5.3.2 Steel Cantilevered Storage Racks. The two
approaches to the design of steel cantilevered storage racks set
forth by the standard are intended to produce comparable results.
The specific development of a new RMI standard to include the
detailed requirements of the new ANSI/RMI MH 16.3 (2016)
specification, reflect the unique characteristics of this structural
storage system, along with the recommendations of FEMA 460,
Seismic Considerations for Steel Storage Racks Located in Areas
Accessible to the Public.
The values of R, Cd, and Ω0 added to Table 15.4-1 for

Steel Cantilever Storage Racks were taken directly from
Table 2.7.2.2.3 (1) of ANSI/RMI MH 16.3.
The anchorage provisions of the ANSI/RMI MH 16.3 specifi-

cation are not in conformance with ASCE/SEI 7. Therefore,
specific anchorage requirements were added in Section 15.5.3.2.1.
These recommendations address the concern that steel canti-

levered storage racks in warehouse-type retail stores may pose a
greater seismic risk to the general public than exists in
low-occupancy warehouses or more conventional retail

Table C15.5-1 R Value Selection Example for Steel OMF
Pipe Racks

Seismic
Design
Category R

ASCE/SEI
7-10 Table System

Seismic
Detailing

Requirements

C 3.5 12.2-1 or
15.4-1

Steel ordinary moment
frame (OMF)

AISC 341

C 3 12.2-1 Structural steel systems
not specifically detailed
for seismic resistance

None

D or E 2.5 15.4-1 Steel OMF with permitted
height increase

AISC 341

D, E, or F 1 15.4-1 Steel OMF with unlimited
height

AISC 341 FIGURE C15.5-1 Merchandise restrained by netting

Source: FEMA 460 Seismic Considerations for Steel Storage Racks.
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environments. Under normal conditions, retail stores have a far
higher occupant load than an ordinary warehouse of a compara-
ble size. Failure of a steel cantilevered storage rack system in a
retail environment is much more likely to cause personal injury
than would a similar failure in a storage warehouse. To provide
an appropriate level of additional safety in areas open to the
public, an Importance Factor of 1.50 is specified. Steel canti-
levered storage rack contents, though beyond the scope of the
standard, may pose a potentially serious threat to life should they
fall from the shelves in an earthquake. It is recommended that
restraints be provided, as shown in Figure C15.5-1, to prevent the
contents of rack shelving open to the general public from falling
during strong ground shaking.

All systems in ANSI/MH16.3, Table 2.7.2.2.3(1) are ordinary
systems. For all systems in SDC B and C, the values in ANSI/
MH16.3 (2016), Table 2.7.2.2.3(1) for R, Ω0, and Cd correspond
to the values shown in Table 12.2-1 for Steel Systems Not
Specifically Detailed for Seismic Resistance, Excluding Cantilever
Column Systems. No seismic detailing is required. For hot-rolled
steel systems in SDC D, E, and F, the values in ANSI/MH16.3,
Table 2.7.2.2.3(1) for R, Ω0, and Cd correspond to the values
shown in Table 15.4-1 for ordinary systems with permitted height
increase except that no height limits apply. The hot-rolled steel
systems are detailed to AISC 341. For cold-formed steel systems
in SDC D, E, and F, the values in ANSI/MH16.3 (2016),
Table 2.7.2.2.3(1) for R, Ω0, and Cd correspond to the values
shown in Table 15.4-1 for ordinary systems with unlimited height.
Seismic detailing is not required for the cold-formed steel systems.

C15.5.4 Electrical Power-Generating Facilities. Electrical
power plants closely resemble building structures, and their
performance in seismic events has been good. For reasons of
mechanical performance, lateral drift of the structure must be
limited. The lateral bracing system of choice has been the
concentrically braced frame. In the past, the height limits on
braced frames in particular have been an encumbrance to the
design of large power-generating facilities. Based on acceptable
past performance, Table 15.4-1 permits the use of ordinary
concentrically braced frames with both lower R values and less
restrictive height limits. This option is particularly effective for
boiler buildings, which generally are 300 ft (91.4 m) or more high.
A peculiarity of large boiler buildings is the general practice of
suspending the boiler from the roof structures; this practice results
in an unusual mass distribution, as discussed in Section C15.1.3.

C15.5.5 Structural Towers for Tanks and Vessels. The
requirements of this section apply to structural towers that are
not integral with the supported tank. Elevated water tanks
designed in accordance with AWWA D100 are not subject to
Section 15.5.5. A structural tower supporting a tank or vessel is
considered integral with the supported tank or vessel where the
tank or vessel shell acts as a part of the seismic force-resisting
system of the supporting tower.

Examples of structural towers that are not integral with the
supported tank are shown in Fig. C15.5-2. Examples of
structural towers that are integral with the supported tank are
shown in Fig. C15.5-3. Examples of structural towers that are
integral with the supported tank include column-supported
elevated water tanks designed to AWWA D100 and column-
supported liquid and gas spheres designed to ASME BVPC,
Section VIII.

C15.5.6 Piers and Wharves. Current industry practice recog-
nizes the distinct differences between the two categories of piers
and wharves described in the standard. Piers and wharves with
public occupancy, described in Section 15.5.6.2, are commonly
treated as the “foundation” for buildings or buildinglike struc-
tures; design is performed using the standard, likely under the
jurisdiction of the local building official. Piers and wharves
without occupancy by the general public are often treated
differently and are outside the scope of the standard; in many
cases, these structures do not fall under the jurisdiction of

FIGURE C15.5-2 Examples of Structural Towers That are Not Integral with the Supported Tank

Source: (left) Courtesy of Chevron; reproduced with permission. (right) Courtesy of CB&I LLC; reproduced with permission.

FIGURE C15.5-3 Examples of Structural Towers That are Integral
with the Supported Tank

Source: Courtesy of CB&I LLC; reproduced with permission.

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 639

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



building officials, and design is performed using other industry-
accepted approaches.
Design decisions associated with these structures often reflect

economic considerations by both owners and local, regional, or
state jurisdictional entities with interest in commercial develop-
ment. Where building officials have jurisdiction but lack experi-
ence analyzing pier and wharf structures, reliance on other
industry-accepted design approaches is common.
Where occupancy by the general public is not a consideration,

seismic design of structures at major ports and marine terminals
often uses a performance-based approach, with criteria and
methods that are very different from those used for buildings,
as provided in the standard. Design approaches most commonly
used are generally consistent with the practices and criteria
described in the following documents: Seismic Design Guide-
lines for Port Structures (2001); Ferritto et al. (1999); Priestley
et al. (1996); Werner (1998); Marine Oil Terminal Engineering
and Maintenance Standards (2005).
These alternative approaches have been developed over a

period of many years by working groups within the industry,
and they reflect the historical experience and performance
characteristics of these structures, which are very different from
those of building structures.
The main emphasis of the performance-based design approach

is to provide criteria and methods that depend on the economic
importance of a facility. Adherence to the performance criteria in
the documents listed does not seek to provide uniform margins of
collapse for all structures; their application is expected to provide
at least as much inherent life safety as for buildings designed
using the standard. The reasons for the higher inherent level of
life safety for these structures include the following:

1. These structures have relatively infrequent occupancy, with
few working personnel and very low density of personnel.
Most of these structures consist primarily of open area,
with no enclosed structures that can collapse onto person-
nel. Small control buildings on marine oil terminals or
similar secondary structures are commonly designed in
accordance with the local building code.

2. These pier or wharf structures typically are constructed of
reinforced concrete, prestressed concrete, or steel and are
highly redundant because of the large number of piles
supporting a single wharf deck unit. Tests done at the
University of California at San Diego for the Port of Los
Angeles have shown that high ductilities (10 or more) can
be achieved in the design of these structures using practices
currently used in California ports.

3. Container cranes, loading arms, and other major structures
or equipment on piers or wharves are specifically designed
not to collapse in an earthquake. Typically, additional piles
and structural members are incorporated into the wharf or
pier specifically to support such items.

4. Experience has shown that seismic “failure” of wharf
structures in zones of strong seismicity is indicated not
by collapse but by economically irreparable deformations
of the piles. The wharf deck generally remains level or
slightly tilting but shifts out of position. Earthquake load-
ing on properly maintained marine structures has never
induced complete failure that could endanger life safety.

5. The performance-based criteria of the listed documents
address reparability of the structure. These criteria are
much more stringent than collapse prevention criteria and
create a greater margin for life safety.

Lateral load design of these structures in low, or even moder-
ate, seismic regions often is governed by other marine conditions.

C15.6 GENERAL REQUIREMENTS FOR
NONBUILDING STRUCTURES NOT SIMILAR
TO BUILDINGS

Nonbuilding structures not similar to buildings exhibit behavior
markedly different from that of building structures. Most of these
types of structures have reference documents that address their
unique structural performance and behavior. The ground motion
in the standard requires appropriate translation to allow use with
industry standards.

C15.6.1 Earth-Retaining Structures. Section C11.8.3 pre-
sents commonly used approaches for the design of nonyielding
walls and yielding walls for bending, overturning, and sliding,
taking into account the varying soil types, importance, and site
seismicity.

C15.6.2 Chimneys and Stacks

C15.6.2.1 General. The design of stacks and chimneys to resist
natural hazards generally is governed by wind design considera-
tions. The exceptions to this general rule involve locations with
high seismicity, stacks and chimneys with large elevated masses,
and stacks and chimneys with unusual geometries. It is prudent to
evaluate the effect of seismic loads in all but those areas with the
lowest seismicity. Although not specifically required, it is
recommended that the special seismic details required elsewhere
in the standard be considered for application to stacks and
chimneys.

C15.6.2.2 Concrete Chimneys and Stacks. Concrete chim-
neys typically possess low ductility, and their performance is
especially critical in the regions around large (breach) openings
because of reductions in strength and loss of confinement for
vertical reinforcement in the jamb regions around the openings.
Earthquake-induced chimney failures have occurred in recent
history (in Turkey in 1999) and have been attributed to strength
and detailing problems (Kilic and Sozen 2003). Therefore, the R
value of 3 traditionally used in ASCE/SEI 7-05 for concrete
stacks and chimneys was reduced to 2, and detailing require-
ments for breach openings were added in the 2010 edition of this
standard.

C15.6.2.3 Steel Chimneys and Stacks. Guyed steel stacks and
chimneys generally are lightweight. As a result, the design loads
caused by natural hazards generally are governed by wind. On
occasion, large flares or other elevated masses located near the
top may require in-depth seismic analysis. Although it does not
specifically address seismic loading, Chapter 6 of Troitsky
(1990) provides a methodology appropriate for resolution of the
seismic forces defined in the standard in addition to the require-
ments found in ASME STS-1.

C15.6.4 Special Hydraulic Structures. The most common
special hydraulic structures are baffle walls and weirs that are
used in water treatment and wastewater treatment plants. Because
there are openings in the walls, during normal operations the fluid
levels are equal on each side of the wall, exerting no net
horizontal force. Sloshing during a seismic event can exert large
forces on the wall, as illustrated in Fig. C15.6-1. The walls can
fail unless they are designed properly to resist the dynamic fluid
forces.

C15.6.5 Secondary Containment Systems. This section
reflects the judgment that designing all impoundment dikes for
the MCER ground motion when full and sizing all impoundment
dikes for the sloshing liquid height is too conservative. Designing
an impoundment dike as full for the MCER assumes failure of the
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primary containment and occurrence of a significant aftershock.
Such significant aftershocks (of the same magnitude as the
MCER ground motion) are rare and do not occur in all locations.
Although explicit design for aftershocks is not a requirement of
the standard, secondary containment must be designed full for an
aftershock to protect the general public. The use of two-thirds of
the MCER ground motion as the magnitude of the design
aftershock is supported by Bath’s law, according to which the
maximum expected aftershock magnitude may be estimated to be
1.2 scale units below the main shock magnitude.

The risk assessment and risk management plan described in
Section 1.5.2 are used to determine where the secondary con-
tainment must be designed full for the MCER. The decision to
design secondary containment for this more severe condition
should be based on the likelihood of a significant aftershock
occurring at the particular site, considering the risk posed to the
general public by the release of hazardous material from the
secondary containment.

Secondary containment systems must be designed to contain
the sloshing liquid height where the release of liquid would place
the general public at risk by exposing them to hazardous
materials, by scouring of foundations of adjacent structures, or
by causing other damage to adjacent structures.

C15.6.5.1 Freeboard. Eq. (15.6-1) was revised in ASCE 7-10
to return to the more exact theoretical formulation for sloshing
liquid height instead of the rounded value introduced in ASCE/
SEI 7-05. The rounded value in part accounted for maximum
direction of response effects. Because the ground motion defini-
tion in ASCE/SEI 7-10 was changed and the maximum direc-
tion of response is now directly accounted for, it is no longer
necessary to account for these effects by rounding up the
theoretical sloshing liquid height factor in Eq. (15.6-1).

C15.6.6 Telecommunication Towers. Telecommunication
towers support small masses, and their design generally is
governed by wind forces. Although telecommunication towers
have a history of experiencing seismic events without failure or
significant damage, seismic design in accordance with the
standard is required.

Typically bracing elements bolt directly (without gusset
plates) to the tower legs, which consist of pipes or bent plates
in a triangular plan configuration.

C15.6.7 Steel Tubular Support Structures for Onshore
Wind Turbine Generator Systems. The most common support
structures for large onshore wind turbine generator systems are
steel tubular towers. Recommendations for the design of these
structures can be found in ASCE/AWEA (2011). ASCE/AWEA
(2011) applies to wind turbines that have a rotor-swept area

greater than 2,153 ft2 (200 m2). These recommendations are to
be used in conjunction with seismic lateral forces determined in
accordance with Section 15.4. A typical steel tubular support
structure for an onshore wind turbine generator system is shown
in Fig. C15.6-2.

C15.6.8 Ground-Supported Cantilever Walls or Fences.
Ground-supported cantilever walls and fences constructed from
masonry, concrete, timber, or a combination of materials, includ-
ing steel, are common. Such walls are often used as sound
barrier walls or to limit access to residential subdivisions.
Ground-supported cantilever walls and fences include walls
supported by a footing and pier and panel/pilaster and panel
wall systems (Fig. C15.6-3) as long as these systems are not
supported laterally in the out-of-plane direction above grade. An
example of a masonry ground-supported cantilever wall is shown
in Fig. C15.6-4. Many improperly designed ground-supported
cantilever walls and fences constructed from masonry or concrete
have experienced problems and have failed during seismic events

FIGURE C15.6-2 Typical Steel Tubular Support Structure
for Onshore Wind Turbine Generator Systems

Source: Courtesy of GE Power; reproduced with permission.

FIGUREC15.6-3 Typical CantileverWall Systems Falling under the
Requirements of Section 15.6.8.

Source: Courtesy of J.G. Soules; reproduced with permission.
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FIGURE C15.6-1 Wall forces
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as evidenced in Section 6.3.9.1 of FEMA E-74 (2012), Reducing
the Risks of Nonstructural Earthquake Damage—A Practical
Guide.
The provisions for ground-supported cantilever walls and

fences more than 6 ft (1.83 m) high were contained in prior
issues of the Uniform Building Code, including the 1997
Uniform Building Code (ICBO 1997). When the International
Building Code was developed, the provisions were inadvertently
dropped and were not incorporated in ASCE 7. Walls of all
heights should be properly designed. The 6-ft (1.83-m) height has
been retained from the 1997 Uniform Building Code as the
minimum height at which these provisions apply because walls
less than 6 ft (1.83 m) high are not deemed to present as
significant a risk to life safety.
The seismic design parameters chosen for this system are based

on those given in Table 15.4-2 for “all other self-supporting
structures, tanks, or vessels not covered above or by reference
standards that are not similar to buildings” except that all height
limits were changed to no limit (NL), considering that the structure
is a cantilever wall. Cantilever walls covered by these provisions
can be of any material or combination of materials; therefore, a
relatively low value of R was chosen to account for these material
combinations. Additionally, pilasters incorporated in many of
these wall systems are essentially ordinary cantilever columns.
Ordinary cantilever columns in ASCE 7 tend to have low R values
irrespective of the material used.
A decision was made by the ASCE 7 Seismic Subcommittee

that a ground-supported freestanding wall or fence was a non-
building structure not similar to a building and should fall under
the provisions of Chapter 15 instead of Chapter 13.

C15.7 TANKS AND VESSELS

C15.7.1 General. Methods for seismic design of tanks, current-
ly adopted by a number of reference documents, have evolved
from earlier analytical work by Jacobsen (1949), Housner (1963),
Velestos (1974), Haroun and Housner (1981), and others. The
procedures used to design flat-bottom storage tanks and liquid
containers are based on the work of Housner (U.S. Department of
Energy, 1963) and Wozniak and Mitchell (1978). The reference
documents for tanks and vessels have specific requirements to
safeguard against catastrophic failure of the primary structure

based on observed behavior in seismic events since the 1930s.
Other methods of analysis, using flexible shell models, have been
proposed but at present are beyond the scope of the standard.
The industry-accepted design methods use three basic steps:

1. Dynamic modeling of the structure and its contents. When
a liquid-filled tank is subjected to ground acceleration, the
lower portion of the contained liquid, identified as the
impulsive component of mass, Wi, acts as if it were a solid
mass rigidly attached to the tank wall. As this mass
accelerates, it exerts a horizontal force, Pi, on the wall;
this force is directly proportional to the maximum acceler-
ation of the tank base. This force is superimposed on the
inertia force of the accelerating wall itself, Ps. Under the
influence of the same ground acceleration, the upper
portion of the contained liquid responds as if it were a
solid mass flexibly attached to the tank wall. This portion,
which oscillates at its own natural frequency, is identified
as the convective component, Wc, and exerts a horizontal
force, Pc, on the wall. The convective component oscilla-
tions are characterized by sloshing whereby the liquid
surface rises above the static level on one side of the tank
and drops below that level on the other side.

2. Determination of the period of vibration, Ti, of the tank
structure and the impulsive component and determination
of the natural period of oscillation (sloshing), Tc, of the
convective component.

3. Selection of the design response spectrum. The response
spectrum may be site specific, or it may be constructed on
the basis of seismic coefficients given in national codes and
standards. Once the design response spectrum is con-
structed, the spectral accelerations corresponding to Ti and
Tc are obtained and are used to calculate the dynamic
forces Pi, Ps, and Pc.

Detailed guidelines for the seismic design of circular tanks,
incorporating these concepts to varying degrees, have been the
province of at least four industry reference documents: AWWA
D100 for welded steel tanks (since 1964); API 650 for petroleum
storage tanks; AWWA D110 for prestressed, wire-wrapped tanks
(since 1986); and AWWA D115 for prestressed concrete tanks
stressed with tendons (since 1995). In addition, API 650 and API
620 contain provisions for petroleum, petrochemical, and cryo-
genic storage tanks. The detail and rigor of analysis prescribed in
these documents have evolved from a semistatic approach in the
early editions to a more rigorous approach at present, reflecting
the need to include the dynamic properties of these structures.
The requirements in Section 15.7 are intended to link the latest

procedures for determining design-level seismic loads with the
allowable stress design procedures based on the methods in the
standard. These requirements, which in many cases identify
specific substitutions to be made in the design equations of the
reference documents, will assist users of the standard in making
consistent interpretations.
ACI has published ACI 350.3-06 (2006), Seismic Design of

Liquid-Containing Concrete Structures. This document, which
addresses all types of concrete tanks (prestressed and nonpres-
tressed, circular, and rectilinear), has provisions that are unfortu-
nately not consistent with the seismic criteria of ASCE/SEI 7.
However, the document, when combined with the modifications
required in Section 15.7.7.3, serves as both a practical “how-to”
loading reference and a guide to supplement application of ACI 318,
Chapter 18.

C15.7.2 Design Basis. In the case of the seismic design of
nonbuilding structures, standardization requires adjustments to

FIGURE C15.6-4 Typical Masonry Ground-Supported
Cantilever Wall
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industry reference documents to minimize existing inconsisten-
cies among them, while recognizing that structures designed and
built over the years in accordance with these documents have
performed well in earthquakes of varying severity. Of the
inconsistencies among reference documents, the ones most
important to seismic design relate to the base shear equation.
The traditional base shear takes the following form:

V =
ZIS

Rw
CW (C15.7-1)

An examination of those terms as used in the different
references reveals the following:

1. Z, S: The seismic zone coefficient, Z, has been rather
consistent among all the documents because it usually has
been obtained from the seismic zone designations and
maps in the model building codes. However, the soil profile
coefficient, S, does vary from one document to another. In
some documents, these two terms are combined.

2. I: The Importance Factor, I, has varied from one document
to another, but this variation is unavoidable and under-
standable because of the multitude of uses and degrees of
importance of tanks and vessels.

3. C: The coefficient C represents the dynamic amplification
factor that defines the shape of the design response
spectrum for any given ground acceleration. Because C
is primarily a function of the frequency of vibration,
inconsistencies in its derivation from one document to
another stem from at least two sources: differences in the
equations for the determination of the natural frequency of
vibration, and differences in the equation for the coeffi-
cient itself. (For example, for the shell/impulsive liquid
component of lateral force, the steel tank documents use a
constant design spectral acceleration [constant C] that is
independent of the “impulsive” period, T .) In addition, the
value of C varies depending on the damping ratio assumed
for the vibrating structure (usually between 2% and 7% of
critical).

4. Where a site-specific response spectrum is available, cal-
culation of the coefficient C is not necessary except in the
case of the convective component (coefficient Cc), which is
assumed to oscillate with 0.5% of critical damping and
whose period of oscillation is usually long (greater than
2.5 s). Because site-specific spectra are usually constructed
for high damping values (3% to 7% of critical) and because
the site-specific spectral profile may not be well-defined in
the long-period range, an equation for Cc applicable to a
0.5% damping ratio is necessary to calculate the convective
component of the seismic force.

5. Rw: The response modification factor, Rw, is perhaps
the most difficult to quantify, for a number of reasons.
Although Rw is a compound coefficient that is supposed to
reflect the ductility, energy-dissipating capacity, and
redundancy of the structure, it is also influenced by ser-
viceability considerations, particularly in the case of liquid-
containing structures.

In the standard, the base shear equation for most structures has
been reduced to V =CsW , where the seismic response coeffi-
cient, Cs, replaces the product ZSC=Rw. Cs is determined from
the design spectral response acceleration parameters SDS and SD1
(at short periods and at a period of 1, respectively), which in turn
are obtained from the mapped MCER spectral accelerations Ss
and S1. As in the case of the prevailing industry reference

documents, where a site-specific response spectrum is available,
Cs is replaced by the actual values of that spectrum.

The standard contains several bridging equations, each
designed to allow proper application of the design criteria of a
particular reference document in the context of the standard.
These bridging equations associated with particular types of
liquid-containing structures and the corresponding reference
documents are discussed below. Calculation of the periods of
vibration of the impulsive and convective components is in
accordance with the reference documents, and the detailed
resistance and allowable stresses for structural elements of each
industry structure are unchanged, except where new information
has led to additional requirements.

It is expected that the bridging equations of Section 15.7.7.3
will be eliminated as the relevant reference documents are
updated to conform to the standard. The bridging equations
previously provided for AWWA D100 and API 650 already
have been eliminated as a result of updates of these documents.

Tanks and vessels are sensitive to vertical ground motions.
Traditionally, the approach has been to apply a vertical seismic
coefficient equal to 0.2SDS to the design. This design approach
came from the process used to design buildings and may
underestimate the vertical response of the tank and its contents.
For noncylindrical tanks, the increase in the hydrostatic pressure
caused by vertical excitation has taken the form of 0.4Sav, where
Sav is determined in accordance with Section 15.7.2 and Section
11.9. This pressure is combined directly with the hydrodynamic
loads induced from lateral ground motions. The result is equal to
100% horizontal plus 40% vertical. The response of cylindrical
tanks to vertical motions is well known and documented in
various papers. Unless otherwise specified in a reference docu-
ment, the vertical period Tv, may be determined by

Tv = 2π

ffiffiffiffiffiffiffiffiffiffiffiffiffiffi
γLRH2

L

gtE

s
(C15.7-2)

where

γL = Unit weight of stored liquid;
R = Tank radius to the inside of the wall;

HL = liquid height inside the tank;
g = acceleration caused by gravity in consistent units;
t = average shell thickness; and
E = modulus of elasticity of shell.

Eq. (C15.7-2) comes from ACI 350.3 (2006) and is based on a
rigid response of the liquid to vertical ground motions. Addi-
tional documents, such as Section 7.7.1 of ASCE’s Guidelines
for the Seismic Design of Oil and Gas Pipeline Systems (1984)
provide solutions to determine the response of a flexible tank to
vertical ground motions. The response of the structure itself is set
equal to 0.4 times the peak of the vertical response spectra. Using
the peak of the vertical response spectra recognizes the vertical
stiffness of the tank walls. This load is combined directly with
loads produced from lateral ground motions. The result is equal
to 100% horizontal plus 40% vertical. It should also be noted that
R has been added to Eq. (15.7-1). R is included in the calculation
of hoop stress because the response of the tank shell caused by
the added hoop tension from vertical ground motions is no
different than the response of the tank shell caused by the added
hoop tension from horizontal ground motions. ACI 350.3 has
used this philosophy for many years.

C15.7.3 Strength and Ductility. As is the case for building
structures, ductility and redundancy in the lateral support systems
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for tanks and vessels are desirable and necessary for good seismic
performance. Tanks and vessels are not highly redundant struc-
tural systems, and therefore ductile materials and well-designed
connection details are needed to increase the capacity of the
vessel to absorb more energy without failure. The critical
performance of many tanks and vessels is governed by shell
stability requirements rather than by yielding of the structural
elements. For example, contrary to building structures, ductile
stretching of anchor bolts is a desirable energy absorption
component where tanks and vessels are anchored. The perfor-
mance of cross-braced towers is highly dependent on the ability
of the horizontal compression struts and connection details to
develop fully the tension yielding in the rods. In such cases, it is
also important to preclude both premature failure in the threaded
portion of the connection and failure of the connection of the rod
to the column before yielding of the rod.
The changes made to Section 15.7.3(a) are intended to ensure

that anchors and anchor attachments are designed such that the
anchor yields (stretches) before the anchor attachment to the
structure fails. The changes also clarify that the anchor rod
embedment requirements are to be based on the requirements
of Section 15.7.5 and not Section 15.7.3(a).

C15.7.4 Flexibility of Piping Attachments. Poor performance
of piping connections (tank leakage and damage) caused by
seismic deformations is a primary weakness observed in seismic
events. Although commonly used piping connections can impart
mechanical loads to the tank shell, proper design in seismic areas
results in only negligible mechanical loads on tank connections
subject to the displacements shown in Table 15.7-1. API 650
treats the values shown in Table 15.7-1 as allowable stress-based
values and therefore requires that these values be multiplied by
1.4 where strength-based capacity values are required for design.
The displacements shown in Table 15.7-1 are based on move-

ments observed during past seismic events. The vertical tank
movements listed are caused by stretch of the mechanical anchors
or steel tendons (in the case of a concrete tank) for mechanically
anchored tanks or the deflection caused by bending of the bottom
of self-anchored tanks. The horizontal movements listed are
caused by the deformation of the tank at the base.
In addition, interconnected equipment, walkways, and bridg-

ing between multiple tanks must be designed to resist the loads
and accommodate the displacements imposed by seismic forces.
Unless connected tanks and vessels are founded on a common
rigid foundation, the calculated differential movements must be
assumed to be out of phase.

C15.7.5 Anchorage. Many steel tanks can be designed without
anchors by using annular plate detailing in accordance with
reference documents. Where tanks must be anchored because of
overturning potential, proper anchorage design provides both a
shell attachment and an embedment detail that allows the bolt to
yield without tearing the shell or pulling the bolt out of the
foundation. Properly designed anchored tanks have greater reserve
strength to resist seismic overload than do unanchored tanks.
To ensure that the bolt yields (stretches) before failure of the

anchor embedment, the anchor embedment must be designed in
accordance with ACI 318, Eq. (17.4.1.2), and must be provided
with a minimum gauge length of eight bolt diameters. Gauge length
is the length of the bolt that is allowed to stretch. It may include part
of the embedment length into the concrete that is not bonded to the
bolt. A representation of gauge length is shown in Fig. C15.7-1.
It is also important that the bolt not be significantly oversized

to ensure that the bolt stretches. The prohibition on using the load
combinations with overstrength of Section 12.4.3 is intended to
accomplish this goal.

Where anchor bolts and attachments are misaligned such that
the anchor nut or washer does not bear evenly on the attachment,
additional bending stresses in threaded areas may cause prema-
ture failure before anchor yielding.

C15.7.6 Ground-Supported Storage Tanks for Liquids

C15.7.6.1 General. The response of ground storage tanks to
earthquakes is well documented by Housner (1963), Wozniak
and Mitchell (1978), Velestos (1974), and others. Unlike build-
ing structures, the structural response of these tanks is influenced
strongly by the fluid–structure interaction. Fluid–structure inter-
action forces are categorized as sloshing (convective) and rigid
(impulsive) forces. The proportion of these forces depends on the
geometry (height-to-diameter ratio) of the tank. API 650, API
620, AWWA D100-11, AWWA D110, AWWA D115, and ACI
350.3 provide the data necessary to determine the relative masses
and moments for each of these contributions.
The standard requires that these structures be designed in

accordance with the prevailing reference documents, except that
the height of the sloshing wave, δs, must be calculated using
Eq. (15.7-13). API 650 and AWWA D100-11 include this
requirement in their latest editions.
Eqs. (15.7-10) and (15.7-11) provide the spectral acceleration

of the sloshing liquid for the constant-velocity and constant-
displacement regions of the response spectrum, respectively. The
1.5 factor in these equations is an adjustment for 0.5% damping.
An exception in the use of Eq. (15.7-11) was added for the 2010
edition of this standard. The mapped values of TL were judged to
be unnecessarily conservative by the ASCE 7 Seismic Subcom-
mittee in light of actual site-specific studies carried out since the
introduction of the TL requirements of ASCE/SEI 7-05. These
studies indicate that the mapped values of TL appear to be very
conservative based on observations during recent large earth-
quakes, especially the 2010 Mw 8.8 Chilean earthquake, where
the large amplifications at very long periods (6–10 s) were not
evident either in the ground motion records or in the behavior of
long-period structures (particularly sloshing in tanks). Because a
revision of the TL maps is a time-consuming task that was not

FIGURE C15.7-1 Bolt gauge length

644 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



possible during the 2010 update cycle, an exception was added to
allow the use of site-specific values that are less than the mapped
values with a floor of 4 s or one-half the mapped value of TL. The
exception was added under Section 15.7.6 because, for nonbuild-
ing structures, the overly conservative values for TL are primarily
an issue for tanks and vessels. Discussion of the site-specific
procedures can be found in the Commentary for Chapter 22.

Small-diameter tanks and vessels are more susceptible to
overturning and vertical buckling. As a general rule, a greater
ratio of H=D produces lower resistance to vertical buckling.
Where H=D is greater than 2, overturning approaches “rigid
mass” behavior (the sloshing mass is small). Large-diameter
tanks may be governed by additional hydrodynamic hoop
stresses in the middle regions of the shell.

The impulsive period (the natural period of the tank compo-
nents and the impulsive component of the liquid) is typically in
the 0.25–0.6 s range. Many methods are available for calculating
the impulsive period. The Veletsos flexible-shell method is
commonly used by many tank designers. For example, see
Veletsos (1974) and Malhotra et al. (2000).

C15.7.6.1.1 Distribution of Hydrodynamic and Inertia Forces.
Most of the reference documents for tanks define reaction loads at
the base of the shell–foundation interface, without indicating the
distribution of loads on the shell as a function of height. ACI 350.3
specifies the vertical and horizontal distribution of such loads.

The overturning moment at the base of the shell in the industry
reference documents is only the portion of the moment that is
transferred to the shell. The total overturning moment also
includes the variation in bottom pressure, which is an important
consideration for design of pile caps, slabs, or other support
elements that must resist the total overturning moment. Wozniak
and Mitchell (1978) and U.S. Department of Energy TID-7024
(1963) provide additional information.

C15.7.6.1.2 Sloshing. In past earthquakes, sloshing contents in
ground storage tanks have caused both leakage and noncatas-
trophic damage to the roof and internal components. Even this
limited damage and the associated costs and inconvenience
can be significantly mitigated where the following items are
considered:

1. Effective masses and hydrodynamic forces in the container;
2. Impulsive and pressure loads at

a. The sloshing zone (that is, the upper shell and edge of
the roof system);

b. The internal supports (such as roof support columns
and tray supports); and

c. The internal equipment (such as distribution rings,
access tubes, pump wells, and risers); and

3. Freeboard (which depends on the sloshing wave height).

When no freeboard is required, a minimum freeboard of 0.7δs
is recommended for economic considerations. Freeboard is
always required for tanks assigned to Risk Category IV.

Tanks and vessels storing biologically or environmentally
benign materials typically do not require freeboard to protect the
public health and safety. However, providing freeboard in areas of
frequent seismic occurrence for vessels normally operated at or
near top capacity may lessen damage (and the cost of subsequent
repairs) to the roof and upper container. The exception to the
minimum required freeboard per Table 15.7-3 for open-top tanks
was added because it is rare for damage to occur that would impair
the functionality of the facility when water or municipal wastewa-
ter overtops an open-top tank, provided that measures have been
taken to intercept and properly handle the resulting overflow.

The sloshing liquid height specified in Section 15.7.6.1.2 is
based on the design earthquake defined in the standard. For
economic reasons, freeboard for tanks assigned to Risk Cate-
gory I, II, or III may be calculated using a fixed value of TL
equal to 4 s (as indicated in Section 15.7.6.1.2, c) but using the
appropriate Importance Factor taken from Table 1.5-2. Because
of life-safety and operational functionality concerns, freeboard
for tanks assigned to Risk Category IV must be based on the
mapped value of TL. Because use of the mapped value of TL
results in the theoretical maximum value of freeboard, the
calculation of freeboard in the case of Risk Category IV tanks
is based on an Importance Factor equal to 1.0 (as indicated in
Section 15.7.6.1.2 b).

If the freeboard provided is less than the computed sloshing
height, δs, the sloshing liquid impinges on the roof in the vicinity
of the roof-to-wall joint, subjecting it to a hydrodynamic force.
This force may be approximated by considering the sloshing
wave as a hypothetical static liquid column that has a height, δs.
The pressure exerted at any point along the roof at a distance ys
above the at-rest surface of the stored liquid may be assumed to
be equal to the hydrostatic pressure exerted by the hypothetical
liquid column at a distance δs − ys from the top of that column. A
better approximation of the pressure exerted on the roof is found
in Malhotra (2005, 2006).

Another effect of a less-than-full freeboard is that the restricted
convective (sloshing) mass “converts” into an impulsive mass,
thus increasing the impulsive forces. This effect should be taken
into account in the tank design. A method for converting the
restricted convective mass into an impulsive mass is found in
Malhotra (2005, 2006). It is recommended that sufficient free-
board to accommodate the full sloshing height be provided
wherever possible.

Eq. (15.7-13) was revised to use the theoretical formulation for
sloshing wave height instead of the rounded value introduced in
ASCE/SEI 7-05. The rounded value of Eq. (15.6-1) increased the
required freeboard by approximately 19%, thereby significantly
increasing the cost of both secondary containment and large-
diameter, ground-supported storage tanks. See Section C15.6.5.1
for additional commentary on freeboard.

C15.7.6.1.4 Internal Elements. Wozniak and Mitchell (1978)
provide a recognized analysis method for determining the lateral
loads on internal components caused by sloshing liquid.

C15.7.6.1.5 Sliding Resistance. Historically, steel ground-
supported tanks full of product have not slid off foundations.
A few unanchored, empty tanks or bulk storage tanks without
steel bottoms have moved laterally during earthquake ground
shaking. In most cases, these tanks may be returned to their
proper locations. Resistance to sliding is obtained from the
frictional resistance between the steel bottom and the sand
cushion on which bottoms are placed. Because tank bottoms
usually are crowned upward toward the tank center and are
constructed of overlapping, fillet-welded, individual steel plates
(resulting in a rough bottom), it is reasonably conservative to take
the ultimate coefficient of friction on concrete as 0.70 (AISC
1986), and therefore a value of tan 30° (= 0.577) for sand is used
in design. The value of 30° represents the internal angle of
friction of sand and is conservatively used in design. The vertical
weight of the tank and contents, as reduced by the component of
vertical acceleration, provides the net vertical load. An orthogo-
nal combination of vertical and horizontal seismic forces, fol-
lowing the procedure in Section 12.5.3, may be used. In recent
years, a significant issue has been the prevention of subsurface
pollution caused by tank bottom corrosion and leakage. To
prevent this problem, liners are often used with the tank
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foundation. When some of these liners are used, sliding of the
tank and/or foundation caused by the seismic base shear may be
an issue. If the liner is completely contained within a concrete
ring-wall foundation, the liner’s surface is not the critical plane to
check for sliding. If the liner is placed within an earthen founda-
tion or is placed above or completely below a concrete founda-
tion, it is imperative that sliding be evaluated. It is recommended
that the sliding resistance factor of safety be at least 1.5.

C15.7.6.1.6 Local Shear Transfer. The transfer of seismic shear
from the roof to the shell and from the shell to the base is
accomplished by a combination of membrane shear and
radial shear in the wall of the tank. For steel tanks, the radial
(out-of-plane) seismic shear is very small and usually is
neglected; thus, the shear is assumed to be resisted totally by
membrane (in-plane) shear. For concrete walls and shells, which
have a greater radial shear stiffness, the shear transfer may be
shared. The ACI 350.3-06 (2006) commentary provides further
discussion.

C15.7.6.1.7 Pressure Stability. Internal pressure may increase
the critical buckling capacity of a shell. Provision to include
pressure stability in determining the buckling resistance of the
shell for overturning loads is included in AWWAD100-11 (2011).
Recent testing on conical and cylindrical shells with internal pres-
sure yielded a design methodology for resisting permanent loads in
addition to temporary wind and seismic loads (Miller et al. 1997).

C15.7.6.1.8 Shell Support. Anchored steel tanks should be
shimmed and grouted to provide proper support for the shell
and to reduce impact on the anchor bolts under reversible loads.
The high bearing pressures on the toe of the tank shell may cause
inelastic deformations in compressible material (such as fiber-
board), creating a gap between the anchor and the attachment. As
the load reverses, the bolt is no longer snug and an impact of the
attachment on the anchor can occur. Grout is a structural element
and should be installed and inspected as an important part of the
vertical and lateral force-resisting system.

C15.7.6.1.9 Repair, Alteration, or Reconstruction. During their
service life, storage tanks are frequently repaired, modified, or
relocated. Repairs often are related to corrosion, improper
operation, or overload from wind or seismic events. Modifica-
tions are made for changes in service, updates to safety equip-
ment for changing regulations, or installation of additional
process piping connections. It is imperative that these repairs
and modifications be designed and implemented properly to
maintain the structural integrity of the tank or vessel for seismic
loads and the design operating loads.
The petroleum steel tank industry has developed specific

guidelines in API 653 that are statutory requirements in some
states. It is recommended that the provisions of API 653 also be
applied to other liquid storage tanks (e.g., water, wastewater, and
chemical) as it relates to repairs, modifications, or relocation that
affect the pressure boundary or lateral force-resisting system of
the tank or vessel.

C15.7.7 Water Storage and Water Treatment Tanks and
Vessels. The AWWA design requirements for ground-supported
steel water storage structures use allowable stress design proce-
dures that conform to the requirements of the standard.

C15.7.7.1 Welded Steel. AWWA D100 refers to ASCE 7-05
and repeats the ASCE 7-05 seismic design ground motion maps
within the body of the document. A requirement is added in this
section to point the user to the ground motions in the current
version of ASCE 7. The clause in AWWAD100, Section 13.5.4.4,
“unless otherwise specified” in the context of the determination of

seismic freeboard can result in seismic freeboard below that
required by ASCE 7 and is therefore disallowed.

C15.7.7.2 Bolted Steel. A clarification on the ground motions
to use in design is added and restrictions are added on the use of
Type 6 tanks in AWWA D103 (2009). AWWA D103 refers to
ASCE 7-05 and repeats the ASCE 7-05 ground motion maps
within the body of the document. Therefore, a clarifying state-
ment is added to point the user to the seismic design ground
motions in the current version of ASCE 7. A Type 6 tank is a
concrete-bottom bolted steel shell tank with an embedded steel
base setting ring. Type 6 tanks are considered to be mechanically
anchored. There are no requirements for the anchorage design or
bottom design (other than ACI 318) in AWWA D103. For the
tank to be considered mechanically anchored, the tank bottom
cannot uplift. In this case, the tank bottom is the foundation. If the
bottom/foundation uplifts, the tank is now a self-anchored tank
and the additional shell compression that develops must be taken
into account in the design. That is why J in equation 14–32 of
AWWA D103 (2009) is limited to 0.785.

C15.7.7.3 Reinforced and Prestressed Concrete. A review of
ACI 350.3 (2006), Seismic Design of Liquid-Containing Con-
crete Structures and Commentary, revealed that this document
is not in general agreement with the seismic provisions of
ASCE/SEI 7-10.
This section was clarified to note that the Importance Factor, I,

and the response modification factor, R, are to be specified by
ASCE/SEI 7 and not the reference document. The descriptions
used in ACI 350.3 to determine the applicable values of the
Importance Factor and response modification factor do not match
those used in ASCE/SEI 7.
It was noted that the ground motions for determining the

convective (sloshing) seismic forces specified in ACI 350.3 were
not the same and are actually lower than those specified by
ASCE/SEI 7. ACI 350.3 essentially redefines the long-period
transition period, TL. This alternate transition period allows
large-diameter tanks to have significantly lower convective
forces and lower seismic freeboard than those permitted by the
provisions of ASCE/SEI 7. Therefore, Section 15.7.7.3 was
revised to require that the convective acceleration be determined
according to the procedure found in Section 15.7.6.1.

C15.7.8 Petrochemical and Industrial Tanks and Vessels
Storing Liquids

C15.7.8.1 Welded Steel. The American Petroleum Institute
(API) uses an allowable stress design procedure that conforms
to the requirements of the standard.
The most common damage to tanks observed during past

earthquakes includes the following:

1. Buckling of the tank shell near the base because of exces-
sive axial membrane forces. This buckling damage is
usually evident as “elephant foot” buckles a short distance
above the base or as diamond-shaped buckles in the lower
ring. Buckling of the upper ring also has been observed.

2. Damage to the roof caused by impingement on the underside
of the roof of sloshing liquid with insufficient freeboard.

3. Failure of piping or other attachments that are overly
restrained.

4. Foundation failures.

Other than the above damage, the seismic performance of
floating roofs during earthquakes has generally been good, with
damage usually confined to the rim seals, gauge poles, and
ladders. However, floating roofs have sunk in some earthquakes
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because of lack of adequate freeboard or the proper buoyancy
and strength required by API 650. Similarly, the performance of
open-top tanks with top wind girder stiffeners designed per API
650 has been generally good.

C15.7.8.2 Bolted Steel. Bolted steel tanks are often used for
temporary functions. Where use is temporary, it may be accept-
able to the jurisdictional authority to design bolted steel tanks for
no seismic loads or for reduced seismic loads based on a reduced
return period. For such reduced loads based on reduced exposure
time, the owner should include a signed removal contract with
the fixed removal date as part of the submittal to the authority
having jurisdiction.

C15.7.9 Ground-Supported Storage Tanks for Granular
Materials

C15.7.9.1 General. The response of a ground-supported stor-
age tank storing granular materials to a seismic event is highly
dependent on its height-to-diameter (H=D) ratio and the char-
acteristics of the stored product. The effects of intergranular
friction are described in more detail in Section C15.7.9.3.1
(increased lateral pressure), C15.7.9.3.2 (effective mass), and
C15.7.9.3.3 (effective density).

Long-term increases in shell hoop tension because of tempera-
ture changes after the product has been compacted also must be
included in the analysis of the shell; Anderson (1966) provides a
suitable method.

C15.7.9.2 Lateral Force Determination. Seismic forces act-
ing on ground-supported liquid storage tanks are divided be-
tween impulsive and convective (sloshing) components. How-
ever, in a ground-supported storage tank for granular materials,
all seismic forces are of the impulsive type and relate to the
period of the storage tank itself. Because of the relatively short
period of a tank shell, the response is normally in the constant
acceleration region of the response spectrum, which relates to
SDS. Therefore, the seismic base shear is calculated as follows:

V =
SDS�
R
I

�Weffective (C15.7-3)

where V , SDS, I, and R have been previously defined, andWeffective
is the gross weight of the stored product multiplied by an effective
mass factor and an effective density factor, as described in
Sections C15.7.9.3.2 and C15.7.9.3.3, plus the dead weight of
the tank. Unless substantiated by testing, it is recommended that
the product of the effective mass factor and the effective density
factor be taken as no less than 0.5 because of the limited test data
and the highly variable properties of the stored product.

C15.7.9.3 Force Distribution to Shell and Foundation

C15.7.9.3.1 Increased Lateral Pressure. In a ground-supported
tank storing granular materials, increased lateral pressures devel-
op as a result of rigid body forces that are proportional to ground
acceleration. Information concerning design for such pressure is
scarce. Trahair et al. (1983) describe both a simple, conservative
method and a difficult, analytical method using failure wedges
based on the Mononobe–Okabe modifications of the classical
Coulomb method.

C15.7.9.3.2 Effective Mass. For ground-supported tanks storing
granular materials, much of the lateral seismic load can be
transferred directly into the foundation, via intergranular shear,
before it can reach the tank shell. The effective mass that loads

the tank shell is highly dependent on the H=D ratio of the tank
and the characteristics of the stored product. Quantitative infor-
mation concerning this effect is scarce, but Trahair et al. (1983)
describe a simple, conservative method to determine the effective
mass. That method presents reductions in effective mass, which
may be significant, for H=D ratios less than 2. This effect is
absent for elevated tanks.

C15.7.9.3.3 Effective Density. Granular material stored in tanks
(both ground-supported and elevated) does not behave as a solid
mass. Energy loss through intergranular movement and grain-to-
grain friction in the stored material effectively reduces the mass
subject to horizontal acceleration. This effect may be quantified
by an effective density factor less than 1.0.

Based on Chandrasekaran and Jain (1968) and on shake table
tests reported in Chandrasekaran et al. (1968), ACI 313 (1997)
recommends an effective density factor of not less than 0.8 for
most granular materials. According to Chandrasekaran and Jain
(1968), an effective density factor of 0.9 is more appropriate for
materials with high moduli of elasticity, such as aggregates and
metal ores.

C15.7.9.3.4 Lateral Sliding. Most ground-supported steel stor-
age tanks for granular materials rest on a base ring and do not have
a steel bottom. To resist seismic base shear, a partial bottom or
annular plate is used in combination with anchor bolts or a curb
angle. An annular plate can be used alone to resist the seismic base
shear through friction between the plate and the foundation, in
which case the friction limits of Section 15.7.6.1.5 apply. The curb
angle detail serves to keep the base of the shell round while
allowing it to move and flex under seismic load. Various base
details are shown in Fig. 13 of Kaups and Lieb (1985).

C15.7.9.3.5 Combined Anchorage Systems. This section is
intended to apply to combined anchorage systems that share
loads based on their relative stiffnesses, and not to systems where
sliding is resisted completely by one system (such as a steel
annular plate) and overturning is resisted completely by another
system (such as anchor bolts).

C15.7.10 Elevated Tanks and Vessels for Liquids and
Granular Materials

C15.7.10.1 General. The three basic lateral load-resisting sys-
tems for elevated water tanks are defined by their support
structure:

1. Multilegged braced steel tanks (trussed towers, as shown in
Fig. C15.1-1);

2. Small-diameter, single-pedestal steel tank (cantilever col-
umn, as shown in Fig. C15.7-2); and

3. Large-diameter, single-pedestal tanks of steel or concrete
construction (load-bearing shear walls, as shown in
Fig. C15.7-3).

Unbraced multilegged tanks are uncommon. These types of
tanks differ in their behavior, redundancy, and resistance to
overload. Multilegged and small-diameter pedestal tanks have
longer fundamental periods (typically greater than 2 s) than the
shear wall type tanks (typically less than 2 s). The lateral load
failure mechanisms usually are brace failure for multilegged tanks,
compression buckling for small-diameter steel tanks, compression
or shear buckling for large-diameter steel tanks, and shear failure
for large-diameter concrete tanks. Connection, welding, and
reinforcement details require careful attention to mobilize the full
strength of these structures. To provide a greater margin of safety,
R factors used with elevated tanks typically are less than those for
other comparable lateral load-resisting systems.
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C15.7.10.4 Transfer of Lateral Forces into Support
Tower. The vertical loads and shears transferred at the base of
a tank or vessel supported by grillage or beams typically vary
around the base because of the relative stiffness of the supports,
settlements, and variations in construction. Such variations must
be considered in the design for vertical and horizontal loads.

C15.7.10.5 Evaluation of Structures Sensitive to Buckling
Failure. Nonbuilding structures that are designed with limited
structural redundancy for lateral loads may be susceptible to total
failure when loaded beyond the design loads. This phenomenon is
particularly true for shell-type structures that exhibit unstable
postbuckling behavior, such as tanks and vessels supported on shell
skirts or pedestals. Evaluation for this critical condition ensures
stability of the nonbuilding structure for governing design loads.
The design spectral response acceleration, Sa, used in this

evaluation includes site factors. The I=R coefficient is taken as
1.0 for this critical check. The structural capacity of the shell is

taken as the critical buckling strength (that is, the factor of safety
is 1.0). Vertical and orthogonal combinations need not be
considered for this evaluation because the probability of peak
values occurring simultaneously is very low.
The intent of Section 15.7.10.5 and Table 15.4-2 is that skirt-

supported vessels must be checked for seismic loads based on
Ie=R= 1.0 if the structure falls in Risk Category IV or if an R
value of 3.0 is used in the design of the vessel. For the purposes
of this section, a skirt is a thin-walled steel cylinder or cone used
to support the vessel in compression. Skirt-supported vessels fail
in buckling, which is not a ductile failure mode. Therefore, a
more conservative design approach is required. The Ie=R= 1.0
check typically governs the design of the skirt over using loads
determined with an R factor of 3 in a moderate to high area of
seismic activity. The only benefit of using an R factor of 3 in this
case is in the design of the foundation. The foundation is not
required to be designed for the Ie=R= 1.0 load. Section
15.7.10.5, item b, states that resistance of the structure shall be
defined as the critical buckling resistance of the element for the
Ie=R= 1.0 load. This stipulation means that the support skirt can
be designed based on critical buckling (factor of safety of 1.0).
The critical buckling strength of a skirt can be determined using a
number of published sources. The two most common methods
for determining the critical buckling strength of a skirt are the
ASME BVPC (2007), Section VIII, Division 2, 2008 Addenda,
Paragraph 4.4, using a factor of safety of 1.0 and AWWA D100-
05 (2006a), Section 13.4.3.4. To use these methods, the radius,
length, and thickness of the skirt; modulus of elasticity of the
steel; and yield strength of the steel are required. These methods
take into account both local buckling and slenderness effects of
the skirt. Under no circumstance should the theoretical buckling
strength of a cylinder, found in many engineering mechanics
texts, be used to determine the critical buckling strength of the
skirt. The theoretical value, based on a perfect cylinder, does not
take into account imperfections built into real skirts. The theo-
retical buckling value is several times greater than the actual
value measured in tests. The buckling values found in the
suggested references above are based on actual tests.
Examples of applying the ASME BVPC (2007), Section VIII,

Division 2, 2008 Addenda, Paragraph 4.4, and AWWA
D100-05 (2006a), Section 13.4.3.4, buckling rules are shown
in Figs. C15.7-4 and C15.7-5.

C15.7.10.7 Concrete Pedestal (Composite) Tanks. A com-
posite elevated water storage tank is composed of a welded steel
tank for watertight containment, a single-pedestal concrete sup-
port structure, a foundation, and accessories. The lateral load-
resisting system is a load-bearing concrete shear wall. ACI 371R
(1998), referenced in previous editions of ASCE 7, has been
replaced with AWWA D107 (2010). Because AWWA D107-10
is based on the seismic design ground motions from ASCE 7-05,
a requirement was added in Section 15.7.10.7 to require the use
of the seismic design ground motions from Section 11.4.

C15.7.11 Boilers and Pressure Vessels. The support system
for boilers and pressure vessels must be designed for the seismic
forces and displacements presented in the standard. Such design
must include consideration of the support, the attachment of
the support to the vessel (even if “integral”), and the body of the
vessel itself, which is subject to local stresses imposed by the
support connection.

C15.7.12 Liquid and Gas Spheres. The commentary in
Section C15.7.11 also applies to liquid and gas spheres.

C15.7.13 Refrigerated Gas Liquid Storage Tanks and
Vessels. Even though some refrigerated storage tanks and

(a)  Steel (b)  Concrete

FIGURE C15.7-3 Large-diameter, single-pedestal tank

Source: Courtesy of CB&I LLC; reproduced with permission.

FIGURE C15.7-2 Small-diameter, single-pedestal steel tank

Source: Courtesy of CB&I LLC; reproduced with permission.
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FIGURE C15.7-4 Example Problem Using ASME BPVC (2007), Section VIII, Division 2, 2008 Addenda, Paragraph 4.4

continues
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FIGURE C15.7-4 (Continued) Example Problem Using ASME BPVC (2007), Section VIII, Division 2, 2008 Addenda, Paragraph 4.4

continues
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FIGURE C15.7-4 (Continued) Example Problem Using ASME BPVC (2007), Section VIII, Division 2, 2008 Addenda, Paragraph 4.4

continues
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FIGURE C15.7-4 (Continued) Example Problem Using ASME BPVC (2007), Section VIII, Division 2, 2008 Addenda, Paragraph 4.4
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FIGURE C15.7-5 Example Problem Using AWWA D100-05, Section 13.4.3.4

continues
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FIGURE C15.7-5 (Continued) Example Problem Using AWWA D100-05, Section 13.4.3.4
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vessels, such as those storing liquefied natural gas, are required to
be designed for ground motions and performance goals in excess
of those found in the standard, all such structures must also meet
the requirements of this standard as a minimum. All welded steel
refrigerated storage tanks and vessels must be designed in
accordance with the requirements of the standard and the
requirements of API 620.

C15.7.14 Horizontal, Saddle-Supported Vessels for Liquid
or Vapor Storage. Past practice has been to assume that a
horizontal, saddle-supported vessel (including its contents)
behaves as a rigid structure (with natural period, T , less than
0.06 s). For this situation, seismic forces would be determined
using the requirements of Section 15.4.2. For large horizontal,
saddle-supported vessels (length-to-diameter ratio of 6 or more),
this assumption can be unconservative, so Section 15.7.14.3
requires that the natural period be determined assuming the
vessel to be a simply supported beam.

C15.8 CONSENSUS STANDARDS AND OTHER
REFERENCED DOCUMENTS

Chapter 15 of this standard makes extensive use of reference
documents in the design of nonbuilding structures for seismic
forces; see Chapter 23. The documents referenced in Chapter 15
are industry documents commonly used to design specific types
of nonbuilding structures. The vast majority of these reference
documents contain seismic provisions that are based on the
seismic ground motions of the 1997 Uniform Building Code
(ICBO 1997) or earlier editions of the UBC. To use these
reference documents, Chapter 15 modifies the seismic force
provisions of these reference documents through the use of
“bridging equations.” The standard only modifies industry docu-
ments that specify seismic demand and capacity. The bridging

equations are intended to be used directly with the other provi-
sions of the specific reference documents. Unlike the other
provisions of the standard, if the reference documents are written
in terms of allowable stress design, then the bridging equations
are shown in allowable stress design format. In addition,
the detailing requirements referenced in Tables 15.4-1 and
Table 15.4-2 are expected to be followed, as well as the general
requirements found in Section 15.4.1. The usage of reference
documents in conjunction with the requirements of Section
15.4.1 are summarized in Table C15.8-1.

Currently, only four reference documents have been revised to
meet the seismic requirements of the standard. AWWA D100,
API 620, API 650, and ANSI/RMI MH 16.1 have been adopted
by reference in the standard without modification, except that
height limits are imposed on “elevated tanks on symmetrically
braced legs (not similar to buildings)” in AWWA D100, and the
anchorage requirements of Section 15.4.9 are imposed on steel
storage racks in ANSI/RMI MH 16.1. Three of these reference
documents apply to welded steel liquid storage tanks.
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CHAPTER C16

NONLINEAR RESPONSE HISTORY ANALYSIS

C16.1 GENERAL REQUIREMENTS

C16.1.1 Scope. Response history analysis is a form of dynamic
analysis in which response of the structure to a suite of ground
motions is evaluated through numerical integration of the equa-
tions of motions. In nonlinear response history analysis, the
structure’s stiffness matrix is modified throughout the analysis
to account for the changes in element stiffness associated with
hysteretic behavior and P-delta effects. When nonlinear response
history analysis is performed, the R, Cd, and Ω0 coefficients
considered in linear procedures are not applied because the
nonlinear analysis directly accounts for the effects represented
by these coefficients.

Nonlinear response history analysis is permitted to be per-
formed as part of the design of any structure and is specifically
required to be performed for the design of certain structures
incorporating seismic isolation or energy dissipation systems.
Nonlinear response history analysis is also frequently used for
the design of structures that use alternative structural systems or
do not fully comply with the prescriptive requirements of the
standard in one or more ways. Before this edition, ASCE 7
specified that nonlinear response history analyses be performed
using ground motions scaled to the design earthquake level and
that design acceptance checks be performed to ensure that mean
element actions do not exceed two-thirds of the deformations at
which loss of gravity-load-carrying capacity would occur. In
this edition of ASCE 7, a complete reformulation of these
requirements was undertaken to require analysis at the Risk-
Targeted Maximum Considered Earthquake (MCER) level and
also to be more consistent with the target reliabilities indicated in
Section 1.3.1.3.

The target collapse reliabilities given in Table 1.3-2 are
defined such that, when a building is subjected to MCER ground
motion, not greater than a 10% probability of collapse exists for
Risk Category I and II structures. For Risk Category III and IV
structures, these maximum collapse probabilities are reduced to
5% and 2.5%, respectively.

There are additional performance expectations for Risk
Category III and IV structures that go beyond the collapse safety
performance goals (e.g., limited damage and postearthquake
functionality for lower ground motion levels). These enhanced
performance goals are addressed in this chapter by enforcing an
Ie > 1.0 in the linear design step (which is consistent with the
approach taken in the other design methods of Chapter 12) and also
by considering Ie in acceptance checks specified in Section 16.4.

It is conceptually desirable to create a Chapter 16 response
history analysis (RHA) design process that explicitly evaluates
the collapse probability and ensures that the performance goal is
fulfilled. However, explicit evaluation of collapse safety is a
difficult task requiring (a) a structural model that is able to
directly simulate the collapse behavior, (b) use of numerous

nonlinear response history analyses, and (c) proper treatment of
many types of uncertainties. This process is excessively complex
and lengthy for practical use in design. Therefore, Chapter 16
maintains the simpler approach of implicitly demonstrating
adequate performance through a prescribed set of analysis rules
and acceptance criteria. Even so, this implicit approach does not
preclude the use of more advanced procedures that explicitly
demonstrate that a design fulfills the collapse safety goals. Such
more advanced procedures are permitted by Section 1.3.1.3 of
this standard. An example of an advanced explicit procedure
is the building-specific collapse assessment methodology in
Appendix F of FEMA P-695 (FEMA 2009b).

C16.1.2. Linear Analysis. As a precondition to performing
nonlinear response history analysis, a linear analysis in accor-
dance with the requirements of Chapter 12 is required. Any of the
linear procedures allowed in Chapter 12 may be used. The
purpose of this requirement is to ensure that structures designed
using nonlinear response history analyses meet the minimum
strength and other criteria of Chapter 12, with a few exceptions.
In particular, when performing the Chapter 12 evaluations it is
permitted to take the value of Ω0 as 1.0 because it is felt that
values of demand obtained from the nonlinear procedure is a
more accurate representation of the maximum forces that will be
delivered to critical elements, considering structural over-
strength, than does the application of the judgmentally derived
factors specified in Chapter 12. Similarly, it is permitted to use a
value of 1.0 for the redundancy factor, ρ, because it is felt that the
inherent nonlinear evaluation of response to MCER shaking
required by this chapter provides improved reliability relative
to the linear procedures of Chapter 12. For Risk Category I, II,
and III structures, it is permitted to neglect the evaluation of story
drift when using the linear procedure because it is felt that the
drift evaluation performed using the nonlinear procedure pro-
vides a more accurate assessment of the structure’s tolerance to
earthquake-induced drift. However, linear drift evaluation is
required for Risk Category IV structures because it is felt that
this level of drift control is important to attaining the enhanced
performance desired for such structures.

As with other simplifications permitted in the linear analysis
required under this section, it is also permitted to use a value of
1.0 for the torsional amplification, Ax, when performing a
nonlinear analysis if accidental torsion is explicitly modeled
in the nonlinear analysis. Although this does simplify the linear
analysis somewhat, designers should be aware that the resulting
structure may be more susceptible to torsional instability
when performing the nonlinear analysis. Therefore, some
designers may find it expedient to use a value of Ax consistent
with the linear procedures as a means of providing a higher
likelihood that the nonlinear analysis will result in acceptable
outcomes.

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 657

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



C16.1.3 Vertical Response Analysis. Most structures are not
sensitive to the effects of response to vertical ground shaking,
and there is little evidence of the failure of structures in earth-
quakes resulting from vertical response. However, some non-
building structures and building structures with long spans,
cantilevers, prestressed construction, or vertical discontinuities
in their gravity-load-resisting systems can experience significant
vertical earthquake response that can cause failures. The linear
procedures of Chapter 12 account for these effects in an approxi-
mate manner through use of the 0.2SDSD term in the load
combinations. When nonlinear response history analysis is
performed for structures with sensitivity to vertical response,
direct simulation of this response is more appropriate than use of
the approximate linear procedures. However, in order to properly
capture vertical response to earthquake shaking, it is necessary to
accurately model the stiffness and distribution of mass in the
vertical load system, including the flexibility of columns and
horizontal framing. This effort can considerably increase the
complexity of analytical models. Rather than requiring this extra
effort in all cases where vertical response can be significant, this
chapter continues to rely on the approximate approach embedded
in Chapter 12 for most cases. However, where the vertical load
path is discontinuous and where vertical response analysis is
required by Chapter 15, Chapter 16 does require explicit model-
ing and analysis of vertical response. Since in many cases the
elements sensitive to vertical earthquake response are not part of
the seismic force-resisting system, it is often possible to decouple
the vertical and lateral response analyses, using separate models
for each.
Appropriate accounting for the effects of vertical response to

ground shaking requires that horizontal framing systems, includ-
ing floor and roof systems, be modeled with distributed masses
and sufficient vertical degrees of freedom to capture their out-
of-plane dynamic characteristics. This increased fidelity in
modeling of the structure’s vertical response charactersitics will
significantly increase the size and complexity of models. As a
result, the chapter requires direct simulation of vertical response
only for certain structures sensitive to those effects and relies on
the procedures of Chapter 12 to safeguard the vertical response of
other structures.

C16.1.4 Documentation. By its nature, most calculations per-
formed using nonlinear response history analysis are contained
within the input and output of computer software used to perform
the analysis. This section requires documentation, beyond the
computer input and output, of the basic assumptions, approaches,
and conclusions so that thoughtful review may be performed by
others including peer reviewers and the authority having juris-
diction. This section requires submittal and review of some of
these data before the analyses are performed in order to ensure
that the engineer performing the analysis/design and the
reviewers are in agreement before substantive work is performed.

C16.2 GROUND MOTIONS

C16.2.1 Target Response Spectrum. The target response
spectrum used for nonlinear dynamic analysis is the maximum
direction MCER spectrum determined in accordance with Chap-
ter 11 or Chapter 21. Typical spectra determined in accordance
with those procedures are derived from uniform hazard spectra
(UHSs) and modified to provide a uniform risk spectrum (URS),
or alternatively, a deterministic MCE spectrum. UHSs have been
used as the target spectra in design practice since the 1980s. The
UHS is created for a given hazard level by enveloping the results
of seismic hazard analysis for each period (for a given probability

of exceedance). Accordingly, it is generally a conservative target
spectrum if used for ground motion selection and scaling,
especially for large and rare ground motions, unless the structure
exhibits only elastic first-mode response. This inherent conser-
vatism comes from the fact that the spectral values at each
period are not likely to all occur in a single ground motion.
This limitation of the UHS has been noted for many years
(e.g., Bommer et al. 2000; Naeim and Lew 1995; Reiter
1990). The same conservatism exists for the URS and determin-
istic MCE spectra that serves as the basis for Method 1.
Method 2 uses the conditional mean spectrum (CMS), an

alternative to the URS that can be used as a target for ground
motion selection in nonlinear response history analysis (e.g., Bak-
er and Cornell 2006; Baker 2011; Al Atik and Abrahamson
2010).
To address the conservatism inherent in analyses using URSs

as a target for ground motion selection and scaling, the CMS
instead conditions the spectrum calculation on a spectral accel-
eration at a single period and then computes the mean (or
distribution of) spectral acceleration values at other periods. This
conditional calculation ensures that the resulting spectrum is
reasonably likely to occur and that ground motions selected to
match the spectrum have an appropriate spectral shape consistent
with naturally occurring ground motions at the site of interest.
The calculation is no more difficult than the calculation of a URS
and is arguably more appropriate for use as a ground motion
selection target in risk assessment applications. The spectrum
calculation requires disaggregation information, making it a site-
specific calculation that cannot be generalized to other sites. It is
also period-specific, in that the conditional response spectrum is
conditioned on a spectral acceleration value at a specified period.
The shape of the conditional spectrum also changes as the spectral
amplitude changes (even when the site and period are fixed).
Fig. C16.2-1 provides examples of CMSs for an example site in
Palo Alto, California, anchored at four different candidate periods.
The UHS for this example site is also provided for comparison.
As previously discussed, the URS is a conservative target

spectrum for ground motion selection, and the use of CMS target
spectra is more appropriate for representing anticipated MCER
ground motions at a specified period. A basic CMS-type ap-
proach was used in the analytical procedures of the FEMA P-695
(FEMA 2009b) project, the results of which provided the initial
basis for establishing the 10% probability of collapse goal shown
in Table 1.3-2. Therefore, the use of CMS target spectra in the

FIGURE C16.2-1 Example Conditional Mean Spectra for a Palo
Alto Site Anchored for 2% in 50-Year Motion at T = 0.45s, 0.85s,

2.6s, and 5s
Source: NIST 2011
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Chapter 16 RHA design procedure is also internally consistent
with how the collapse probability goals of Table 1.3-2 were
developed.

The URS (or deterministic MCE) target spectrum is retained in
Section 16.2.1.1 (as a simpler and more conservative option) as
the specified target spectrum, and the CMS is permitted as an
alternate in Section 16.2.1.2. Whereas CMS appropriately cap-
tures the earthquake energy and structural response at a particular
period resulting from a particular scenario earthquake, it is not
capable of capturing the MCER level response associated with
other scenarios that are component to the MCER spectrum.
Therefore, when using CMS, it may be necessary to use several
conditioning periods and associated targets to develop condi-
tional mean spectra in order to fully capture the structure’s
response to different earthquake scenarios. The recommended
procedure includes the following steps for creating the site-
specific scenario response spectra.

1. Select those periods that correspond to periods of vibration
that significantly contribute to the building’s inelastic
dynamic response. This selection includes a period near
the fundamental period of the building, or perhaps a
slightly extended period to account for inelastic period
lengthening (e.g., 1.5T1). In buildings where the funda-
mental response periods in each of two orthogonal axes is
significantly different, a conditioning period associated
with each direction is needed. It also likely requires periods
near the translational second-mode periods. When select-
ing these significant periods of response, the elastic periods
of response should be considered (according to the level of
mass participation for each of these periods), and the
amount of first-mode period elongation caused by inelastic
response effects should also be considered.

2. For each period selected above, create a scenario spectrum
that matches or exceeds the MCER value at that period.
When developing the scenario spectrum, (a) perform site-
specific disaggregation to identify earthquake events likely
to result in MCER ground shaking, and then (b) develop the
scenario spectrum to capture one or more spectral shapes
for dominant magnitude and distance combinations
revealed by the disaggregation.

3. Enforce that the envelope of the scenario spectra not be less
than 75% of the MCER spectrum (from Method I) for any
period within the period range of interest (as defined in
Section 16.2.3.1).

After the target spectra are created, each target response
spectrum is then used in the remainder of the response history
analyses process and the building must be shown to meet the
acceptance criteria for each of the scenarios.

The primary purpose of the 75% floor value is to provide a
basis for determining how many target spectra are needed for
analysis. For small period ranges, fewer targets are needed, and
more target spectra are needed for buildings where a wider range
of periods are important to the structural response (e.g., taller
buildings). When creating the target spectra, some spectral values
can also be artificially increased to meet the requirements of this
75% floor. A secondary reason for the 75% floor is to enforce a
reasonable lower bound. The specific 75% threshold value was
determined using several examples; the intention is that this 75%
floor requirement will be fulfilled through the use of two target
spectra in most cases. From the perspective of collapse risk, the
requirement of being within 75% of the MCER at all periods
may introduce some conservatism, but the requirement adds
robustness to the procedure by ensuring that the structure is
subjected to ground motions with near-MCER-level intensities at

all potentially relevant periods. Additionally, this requirement
ensures that demands unrelated to collapse safety, such as higher
mode-sensitive force demands, can be reasonably determined
from the procedure.

C16.2.2 Ground Motion Selection. Before this edition of
ASCE 7, Chapter 16 required a minimum of three ground
motions for nonlinear response history analysis. If three ground
motions were used, the procedures required evaluation of struc-
tural adequacy using the maximum results obtained from any of
the ground motions. If seven or more motions were used, mean
results could be used for evaluation. Neither three nor seven
motions are sufficient to accurately characterize either mean
response or the record-to-record variability in response. In the
2016 edition of the standard, the minimum number of motions
was increased to 11. The requirement for this larger number of
motions was not based on detailed statistical analyses, but rather
was judgmentally selected to balance the competing objectives of
more reliable estimates of mean structural responses (through use
of more motions) against computational effort (reduced by using
fewer motions). An advantage of using this larger number of
motions is that if unacceptable response is found for more than
one of the 11 motions, this does indicate a significant probability
that the structure will fail to meet the 10% target collapse
reliability for Risk Category I and II structures of Section 1.3.1.3.
This advantage is considered in the development of acceptance
criteria discussed in Section C16.4.

All real ground motions include three orthogonal components.
For most structures, it is only necessary to consider response to
horizontal components of ground shaking. However, consider-
ation of vertical components is necessary for structures defined as
sensitive to vertical earthquake effects.

Section 11.4.1 defines near-fault sites as sites located within
9.3 mi (15 km) of the surface projection of faults capable of
producing earthquakes of magnitude 7.0 or greater and within
6.2 mi (10 km) of the surface projection of faults capable of
producing earthquakes of magnitude 6.0 or greater, where the
faults must meet minimum annual slip rate criteria. Such near-
fault sites have a reasonable probability of experiencing ground
motions strongly influenced by rupture directivity effects. These
effects can include pulse-type ground motions (e.g., Shahi et al.
2011) observable in velocity histories and polarization of ground
motions such that the maximum direction of response tends to be
in the direction normal to the fault strike. The issue of pulse-type
ground motions affects the manner by which individual ground
motions are selected for the site and applied to the structure.

Selection of Ground Motions for Sites That Are Not Near-
Fault. The traditional approach has been to select (and/or
simulate) ground motions that have magnitudes, fault distances,
source mechanisms, and site soil conditions that are roughly
similar to those likely to cause the ground motion intensity level
of interest (e.g., Stewart et al. 2002) and not to consider the
spectral shape in the ground motion selection. In many cases, the
response spectrum is the property of a ground motion most
correlated with the structural response (Bozorgnia et al. 2009)
and should be considered when selecting ground motions. When
spectral shape is considered in the ground motion selection, the
allowable range of magnitudes, distances, and site conditions can
be relaxed so that a sufficient number of ground motions with
appropriate spectral shapes are available.

The selection of recorded motions typically occurs in two
steps, as explained in the following illustration. Step 1 involves
preselecting the ground motion records in the database (e.g.,
Anchenta et al. 2015) that have reasonable source mechanisms,
magnitude, site soil conditions, range of usable frequencies,
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and site-to-source distance. In completing this preselection, it is
permissible to use relatively liberal ranges because Step 2 can
involve selecting motions that provide good matches to a target
spectrum of interest (and matching to a target spectrum tends to
implicitly account for many of the above issues). Step 2 in the
selection process is to select the final set of motions from those
preselected in Step 1.
In the first step, the following criteria should be used to filter

out ground motions that should not be considered as candidates
in the final selection process:

• Source Mechanism: Ground motions from differing tec-
tonic regimes (e.g., subduction versus active crustal regions)
often have substantially differing spectral shapes and dura-
tions, so recordings from appropriate tectonic regimes
should be used whenever possible.

• Magnitude: Earthquake magnitude is related to the duration
of ground shaking, so using ground motions from earth-
quakes with appropriate magnitudes should already have
approximately the appropriate durations. Earthquake mag-
nitude is also related to the shape of the resulting ground
motion’s response spectrum, though spectral shape is con-
sidered explicitly in Step 2 of the process, and so this is not a
critical factor when identifying ground motions from ap-
propriate magnitude earthquakes.

• Site Soil Conditions: Site soil conditions (Site Class) exert
a large influence on ground motions but are already reflected
in the spectral shape used in Step 2. For Step 1, reasonable
limits on site soil conditions should be imposed but should
not be too restrictive as to unnecessarily limit the number of
candidate motions.

• Usable Frequency of the Ground Motion: Only processed
ground motion records should be considered for RHA.
Processed motions have a usable frequency range; in active
regions, the most critical parameter is the lowest usable
frequency. It is important to verify that the usable frequencies
of the record (after filtering) accommodate the range of
frequencies important to the building response; this frequency
(or period) range is discussed in this next section on scaling.

• Period/Frequency Sampling: Ground motion recordings
are discretized representations of continuous functions. The
sampling rate for the recorded data can vary from as little as
0.001 seconds to as much as 0.02 seconds depending on the
recording instrument and processing. If the sampling rate is
too coarse, important characteristics of the motion, particu-
larly in the high-frequency range, can be lost. On the other
hand, the finer the sampling rate, the longer the analysis will
take. Particularly for structures with significant response at
periods less than 0.1 second, caution should be used to
ensure that the sampling rate is sufficiently fine to capture
the motion’s important characteristics. As a general guide-
line, discretization should include at least 100 points per
decade of significant response. Thus, for a structure with
significant response at a period of 0.1 second, time steps
should not be greater than 0.001 second.

• Site-to-Source Distance: The distance is a lower priority
parameter to consider when selecting ground motions. Stud-
ies investigating this property have all found that response
history analyses performed using ground motions from dif-
ferent site-to-source distances but otherwise equivalent prop-
erties produce practically equivalent demands on structures.

Once the preselection process has been completed, Step 2 is
undertaken to select the final set of ground motions according to
the following criteria:

• Spectral Shape: The shape of the response spectrum is a
primary consideration when selecting ground motions.

• Scale Factor: It is also traditional to select motions such
that the necessary scale factor is limited; an allowable scale
factor limit of approximately 0.25 to 4 is not uncommon.

• MaximumMotions from a Single Event:Many also think
it important to limit the number of motions from a single
seismic event, such that the ground motion set is not unduly
influenced by the single event. This criterion is deemed less
important than limiting the scale factor, but imposing a limit
of only three or four motions from a single event would not
be unreasonable for most cases.

Further discussion of ground motion selection is available in
NIST GCR 11-917-15 (NIST 2011), Selecting and Scaling Earth-
quake GroundMotions for Performing Response-History Analyses.
Near-fault sites have a probability of experiencing pulse-type

ground motions. This probability is not unity, so only a certain
fraction of selected ground motions should exhibit pulselike
characteristics, while the remainder can be nonpulse records
selected according to the standard process described above. The
probability of experiencing pulselike characteristics is dependent
principally on (1) distance of site from fault; (2) fault type
(e.g., strike slip or reverse); and (3) location of hypocenter relative
to site, such that rupture occurs toward or away from the site.
Criteria (1) and (2) are available from conventional disaggre-

gation of probabilistic seismic hazard analysis. Criterion (3) can
be computed as well in principal but is not generally provided in
a conventional hazard analysis. However, for the long ground
motion return periods associated with MCER spectra, it is
conservative and reasonable to assume that the fault rupture is
toward the site for the purposes of evaluating pulse probabilities.
Empirical relations for evaluating pulse probabilities in consid-
eration of these criteria are given in NIST GCR 11-917-15 (2011)
and in Shahi et al. (2011).
Once the pulse probability is identified, the proper percentage

of pulselike records should be enforced in the ground motion
selection. For example, if the pulse probability is 30% and 11
records are to be used, then 3 or 4 records in the set should exhibit
pulselike characteristics in at least one of the horizontal compo-
nents. The PEER Ground Motion Database can be used to
identify records with pulse-type characteristics. The other criteria
described in the previous section should also be considered to
identify pulselike records that are appropriate for a given target
spectrum and set of disaggregation results.

C16.2.3 Ground Motion Modification. Two procedures for
modifying ground motions for compatibility with the target
spectrum are available: amplitude scaling and spectral matching.
Amplitude scaling consists of applying a single scaling factor to
the entire ground motion record such that the variation of
earthquake energy with structural period found in the original
record is preserved. Amplitude scaling preserves record-to-
record variability; however, individual ground motions that are
amplitude scaled can significantly exceed the response input of
the target spectrum at some periods, which can tend to overstate
the importance of higher mode response in some structures. In
spectral matching techniques, shaking amplitudes are modified
by differing amounts at differing periods, and in some cases
additional wavelets of energy are added to or subtracted from the
motions, such that the response spectrum of the modified motion
closely resembles the target spectrum. Some spectral matching
techniques are incapable of preserving important characteristics
of velocity pulses in motions and should not be used for near-
fault sites where these effects are important. Spectral matching

660 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



does not generally preserve the record-to-record response vari-
ability observed when evaluating a structure for unmodified
motions, but it can capture the mean response well, particularly
if nonlinear response is moderate.

Vertical response spectra of earthquake records are typically
significantly different than the horizontal spectra. Therefore,
regardless of whether amplitude scaling or spectral matching is
used, separate scaling of horizontal and vertical effects is
required.

C16.2.3.1 Period Range for Scaling or Matching. The period
range for scaling of ground motions is selected such that the
ground motions accurately represent the MCER hazard at the
structure’s fundamental response periods, periods somewhat
longer than this to account for period lengthening effects
associated with nonlinear response and shorter periods associ-
ated with a higher mode response. Before the 2016 edition of the
standard, ground motions were required to be scaled between
periods of 0.2T and 1.5T . The lower bound was selected to
capture higher mode response, and the upper bound, period
elongation effects. In the 2016 edition, nonlinear response
history analyses are performed at the MCER ground motion
level. Greater inelastic response is anticipated at this level as
compared to the design spectrum, so the upper bound period has
accordingly been raised from 1.5T to 2.0T , where T is redefined
as the maximum fundamental period of the building (i.e., the
maximum of the fundamental periods in both translational
directions and the fundamental torsional period). This increase
in the upper bound period is also based on recent research,
which has shown that the 1.5T limit is too low for assessing
ductile frame buildings subjected to MCER motions (Haselton
and Baker 2006).

For the lower bound period, the 0.2T requirement is now
supplemented with an additional requirement that the lower
bound also should capture the periods needed for 90% mass
participation in both directions of the building. This change is
made to ensure that when used for tall buildings and other
long-period structures, the ground motions are appropriate to
capture response in higher modes that have significant
response.

In many cases, the substructure is included in the structural
model, and this inclusion substantially affects the mass partici-
pation characteristics of the system. Unless the foundation
system is being explicitly designed using the results of the
response history analyses, the above 90% modal mass require-
ment pertains only to the superstructure behavior; the period
range does not need to include the very short periods associated
with the subgrade behavior.

C16.2.3.2 Amplitude Scaling. This procedure is similar to
those found in earlier editions of the standard, but with the
following changes:

1. Scaling is based directly on the maximum direction spec-
trum, rather than the square root of the sum of the squares
spectrum. This change was made for consistency with the
MCER ground motion now being explicitly defined as a
maximum direction motion.

2. The approach of enforcing that the average spectrum “does
not fall below” the target spectrum is replaced with
requirements that (a) the average spectrum “matches the
target spectrum” and (b) the average spectrum does not fall
below 90% of the target spectrum for any period within the
period range of interest. This change was made to remove
the conservatism associated with the average spectrum
being required to exceed the target spectrum at every period
within the period range.

The scaling procedure requires that a maximum direction
response spectrum be constructed for each ground motion. For
some ground motion databases, this response spectrum definition
is already precomputed and publicly available (e.g., for the
Ancheta 2012). The procedure basically entails computing the
maximum acceleration response to each ground motion pair
for a series of simple structures that have a single mass. This
procedure is repeated for structures of different periods, allowing
construction of the spectrum. A number of software tools can
automatically compute this spectrum for a given time–history pair.

Fig. C16.2-2 shows an example of the scaling process for an
example site and structure. This figure shows how the average of
the maximum direction spectra meets the target spectrum (a) and

FIGURE C16.2-2 Ground Motion Scaling for an Example Site and Structure, Showing (a) the Ground Motion Spectra for All 11 Motions and
(b) an Example for the Loma Prieta, Gilroy Array #3 Motion
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shows more detail for a single Loma Prieta motion in the scaled
ground motion set (b).

C16.2.3.3 Spectral Matching. Spectral matching of ground
motions is defined as the modification of a real recorded
earthquake ground motion in some manner such that its response
spectrum matches a desired target spectrum across a period range
of interest. There are several spectral matching procedures in use,
as described in the NIST GCR 11-917-15 report (NIST 2011).
The recommendations in this report should be followed regarding
appropriate spectral matching techniques to be applied.
This section requires that when spectral matching is applied,

the average of the maximum direction spectra of the matched
motions must exceed the target spectrum over the period range of
interest; this is intentionally a more stringent requirement, as
compared to the requirement for scaled unmatched motions,
because the spectral matching removes variability in the ground
motion spectra and also has the potential to predict lower mean
response (e.g., Luco and Bazzurro 2007; Grant and Diaferia
2012).
The specific technique used to perform spectral matching is

not prescribed. It is possible to match both components of motion
to a single target spectrum or to match the individual components
to different spectra, as long as the average maximum direction
spectra for the matched records meets the specified criteria.
Spectral matching is not allowed for near-fault sites, unless

the pulse characteristics of the ground motions are retained after
the matching process has been completed. This is based on the
concern that, when common spectral matching methods are used,
the pulse characteristics of the motions may not be appropriately
retained.

C16.2.4 Application of Ground Motions to the Structural
Model. This section explains the guidelines for ground motion
application for both non-near-fault and near-fault sites.
Sites That Are Not Near-Fault. In this standard, the maximum

direction spectral acceleration is used to describe the ground
motion intensity. This spectral acceleration definition causes a
perceived directional dependence to the ground motion. Howev-
er, the direction in which the maximum spectral acceleration
occurs is random at distances beyond 5 km (3.1 mi) from the fault
(Huang et al. 2008), does not necessarily align with a principal
direction of the building, and is variable from period to period.
Accordingly, for the analysis to result in an unbiased prediction
of structural response, the ground motions should be applied to
the structure in a random orientation to avoid causing a biased
prediction of structural response. True random orientation is
difficult to achieve. Instead, the standard specifies that the
average of the spectra applied in each direction should be similar
to each other, such that unintentional bias in the application of
motion, with one building axis experiencing greater demand than
the other, is avoided.
Near-Fault Sites. Some recorded ground motions obtained

from instruments located near zones of fault rupture have
exhibited motion of significantly different character in one
direction than the other. When this effect, known as directionali-
ty, occurs, it is common for the component of motion perpendic-
ular to the fault to be stronger than that parallel to the fault and
also for the fault-normal component to exhibit large velocity
pulses. Sites located close to faults and that can experience
motion having these characteristics are termed near-fault in this
standard. For such sites, the fault-normal and fault-parallel
components of recorded ground motions should be maintained
and applied to the corresponding orientations of the structure.
It is important to note that not all near-fault records exhibit

these characteristics and also that when records do have these

characteristics the direction of maximum motion is not always
aligned perpendicular to the fault strike. If appropriate selection
of records is performed, some of the records used in the analysis
should have these characteristics and some not. For those
records that do exhibit directionality, the direction of strong
shaking is generally aligned at varying azimuths, as occurred in
the original recordings. It is also important to note that because
ground motions have considerable variability in their character-
istics, it is specifically not intended that buildings be designed
weaker in the fault-parallel direction than in the fault-normal
direction.

C16.3 MODELING AND ANALYSIS

C16.3.1 Modeling. Nonlinear response history analysis offers
several advantages over linear response history analysis, includ-
ing the ability to model a wide variety of nonlinear material
behaviors, geometric nonlinearities (including P-delta and large
displacement effects), gap opening and contact behavior, and
nonlinear viscous damping, and to identify the likely spatial and
temporal distributions of inelasticity. Nonlinear response history
analysis has several disadvantages, including increased effort to
develop the analytical model, increased time to perform the
analysis (which is often complicated by difficulties in obtaining
converged solutions), sensitivity of computed response to system
parameters, large amounts of analysis results to evaluate, and the
inapplicability of superposition to combine live, dead, and
seismic load effects.
While computation of collapse probability is not necessary, it

is important to note that mathematical models used in the analysis
should have the capability to determine if collapse occurs when
the structure is subjected to MCER level ground motions. The
ability to predict collapse is important because the global
acceptance criteria in Section 16.4.1.1 allow collapse (or unac-
ceptable response) to occur for only one of the 11 ground
motions for Risk Category I and II buildings and allows no
such responses for Risk Category III and IV buildings. Develop-
ment of models with the ability to predict collapse requires
attributes such as cyclic loss of strength and stiffness, low cycle
fatigue failure, and geometric nonlinearity.
Although analytical models used to perform linear analysis in

accordance with Chapter 12 typically do not include representa-
tion of elements other than those that compose the intended
lateral-force-resisting system, the gravity-load-carrying system
and some nonstructural components can add significant stiffness
and strength. Because the goal of nonlinear response history
analysis is to accurately predict the building’s probable perfor-
mance, it is important to include such elements in the analytical
model and also to verify that the behavior of these elements will
be acceptable. This inclusion may mean that contribution of
stiffness and strength from elements considered as nonpartici-
pating elements in other portions of this standard should be
included in the response history analysis model. Since structures
designed using nonlinear response history analysis must also be
evaluated using linear analyses, this analysis ensures that the
strength of the intended seismic force-resisting system is not
reduced relative to that of structures designed using only the
linear procedures.
Expected material properties are used in the analysis model,

attempting to characterize the expected performance as closely as
possible. It is suggested that expected properties be selected
considering actual test data for the proposed elements. Where test
data are not readily available, the designer may consider esti-
mates as found in ASCE 41 and the PEER TBI Guidelines
(Bozorgnia et al. 2009). Guidance on important considerations in
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modeling may also be found in Nonlinear Structural Analysis for
Seismic Design, NIST GCR 10-917-5 (NIST 2010).

Two-dimensional structural models may be useful for initial
studies and for checking some specific issues in a structure;
however, the final structural model used to confirm the structural
performance should be three-dimensional.

For certain structures, the response under both horizontal and
vertical ground motions should be considered. NIST GCR 11-
917-15 (NIST 2011) provides some guidance to designers
considering the application of vertical ground motions. To
properly capture the nonlinear dynamic response of structures
where vertical dynamic response may have a significant influence
on structural performance, it is necessary to include vertical mass
in the mathematical model. Typically the vertical mass must be
distributed across the floor and roof plates to properly capture
vertical response modes. Additional degrees of freedom (e.g.,
nodes at quarter points along the span of a beam) need to be
added to capture this effect, or horizontal elements need to be
modeled with consistent mass. Numerical convergence problems
caused by large oscillatory vertical accelerations have been noted
(NIST 2012) where base rotations caused by wall cracking in
fiber wall models are the primary source of vertical excitation.
See also the Commentary on Chapter 22.

Consideration of the additional vertical load of ð0.2SDSÞ � D,
per Section 12.4.2, is inappropriate for response history analysis.
Response history analyses are desired to reflect actual building
response to the largest extent possible. Applying an artificial
vertical load to the analysis model before application of a ground
motion results in an offset in the yield point of elements carrying
gravity load because of the initial artificial stress. Similarly,
applying an artificial vertical load to the model at the conclusion
of a response history analysis is not indicative of actual building
response. If vertical ground motions are expected to significantly
affect response, application of vertical shaking to the analysis
model is recommended. It should be noted that vertical response
often occurs at higher frequencies than lateral response, and
hence, a finer analysis time-step might be required when vertical
motions are included.

For structures composed of planar seismic force-resisting
elements connected by floor and roof diaphragms, the dia-
phragms should be modeled as semirigid in plane, particularly
where the vertical elements of the seismic force-resisting system
are of different types (such as moment frames and walls). Biaxial
bending and axial force interaction should be considered for
corner columns, nonrectangular walls, and other similar
elements.

Nonlinear response history analysis is load path dependent,
with the results depending on combined gravity and lateral load
effects. The MCE shaking and design gravity load combinations
required in ASCE 7 have a low probability of occurring simulta-
neously. Therefore, the gravity load should instead be a realistic
estimate of the expected loading on a typical day in the life of the
structure. In this chapter, two gravity load cases are used. One
includes an expected live loading characterizing probable live
loading at the time of the Maximum Considered Earthquake
shaking, and the other, no live load. The case without live load is
required to be considered only for those structures where live
load constitutes an appreciable amount of the total gravity
loading. In those cases, structural response modes can be signifi-
cantly different, depending on whether the live load is present.
The dead load used in this analysis should be determined in a
manner consistent with the determination of seismic mass. When
used, the live load is reduced from the nominal design live load to
reflect both the low probability of the full design live load
occurring simultaneously throughout the building and the low

probability that the design live load and Maximum Considered
Earthquake shaking will occur simultaneously.

The reduced live load values, of 0.8L0 for live loads that
exceed 100 lb∕ft2 (4.79 kN∕m2) and 0.4L0 for all other live
loads, were simply taken as the maximum reduction allowable in
Sections 4.7.2 and 4.7.3.

Gravity loads are to be applied to the nonlinear model first and
then ground shaking simulations applied. The initial application
of gravity load is critical to the analysis, so member stresses and
displacements caused by ground shaking are appropriately added
to the initially stressed and displaced structure.

C16.3.3 P-Delta Effects. P-delta effects should be realistically
included, regardless of the value of the elastic story stability
coefficient θ=PΔIe∕ðVhÞ. The elastic story stability coefficient
is not a reliable indicator of the importance of P-delta during
large inelastic deformations. This problem is especially important
for dynamic analyses with large inelastic deformations because
significant ratcheting can occur. During these types of analyses,
when the global stiffness starts to deteriorate and the tangent
stiffness of story shear to story drift approaches zero or becomes
negative, P-delta effects can cause significant ratcheting (which
is a precursor to dynamic instability) of the displacement re-
sponse in one direction. The full reversal of drifts is no longer
observed, and the structural integrity is compromised. To ascer-
tain the full effect of P-delta effects for a given system, a
comparison of static pushover curves from a P-delta model and
non-P-delta model can be compared.

When including P-delta effects, it is important to capture not
only the second-order behavior associated with lateral displace-
ments but also with global torsion about the vertical axis of the
system. Additionally, the gravity load used in modeling P-delta
effects must include 100% of the gravity load in the structure. For
these reasons, the use of a single “leaning column,” where much
of a structure’s vertical weight is lumped at a single vertical
coordinate, is discouraged, and instead, the structure’s vertical
load should be distributed throughout the structure in a realistic
manner, either through direct modeling of the gravity system or
by appropriately distributed “leaning columns.”

In some structures, in addition to considering P-delta effects
associated with global structural deformation, it is also important
to consider local P-delta effects associated with the local defor-
mation of members. This is particularly important for slender
elements subject to buckling.

C16.3.4 Torsion. Inherent torsion is actual torsion caused by
differences in the location of the center of mass and center of
rigidity throughout the height of the structure. Accidental torsion
effects per Section 12.8.4.2 are artificial effects that attempt to
account for actual variations in load and material strengths during
building operation that differ from modeling assumptions. Some
examples of this difference would be nonuniformity of the actual
mass in the building, unaccounted for openings in the diaphragm,
torsional foundation input motion caused by the ground motion
being out of phase at various points along the base, the lateral
stiffness of the gravity framing, variation in material strength
and stiffness caused by typical construction tolerances, and
incidental stiffness contribution by the nonstructural elements.

When the provision for accidental torsion was first introduced,
it was to address buildings that have no inherent torsion but are
sensitive to torsional excitation. Common examples of this type
of configuration are cruciform core or I-shaped core buildings. In
reality, many things can cause such a building to exhibit some
torsional response. None of the aforementioned items are typi-
cally included in the analysis model; therefore, the accidental
torsion approach was introduced to ensure that the structure has

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 663

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



some minimum level of resistance to incidental twisting under
seismic excitation.
The accidental torsion also serves as an additional check to

provide more confidence in the torsional stability of the
structure. During the initial proportioning of the structure using
linear analysis (per Section 16.1.1), accidental torsion is
required to be enforced in accordance with Section 12.8.4.2.
When there is no inherent torsion in the building, accidental
torsion is a crucial step in the design process because this
artificial offset in the center of mass is a simple way to force a
minimum level of twisting to occur in the building. The
accidental torsion step (i.e., the required 5% force offsets) is
also important when checking for plan irregularities in sym-
metric and possibly torsionally flexible buildings. Where there
is already inherent torsion in the building, additional accidental
torsion is not generally a crucial requirement (though still
required, in accordance with Section 12.8.4.2) because the
building model will naturally twist during analysis, and no
additional artificial torsion is required for this twisting to occur.
However, for buildings exhibiting either torsional or extreme
torsional irregularities, inclusion of accidental torsion in the
nonlinear analysis is required by this standard to assist in
identification of potential nonlinear torsional instability.

C16.3.5 Damping. Viscous damping can be represented by
combined mass and stiffness (Rayleigh) damping. To ensure that
the viscous damping does not exceed the target level in the primary
response modes, the damping is typically set at the target level for
two periods, one above the fundamental period and one below the
highest mode frequency of significance. For very tall buildings, the
second and even third modes can have significant contributions to
response; in this case, the lower multiple on T1 may need to be
reduced to avoid excessive damping in these modes.
Viscous damping may alternatively be represented by modal

damping, which allows for the explicit specification of the target
damping in each mode.
Various studies have shown that the system damping may vary

with time as the structure yields, and in some cases, damping well
above the target levels can temporarily exist. Zareian and Medina
(2010) provide recommendations for implementation of damping
in such a way that the level of viscous damping remains relatively
constant throughout the response.
The level of structural damping caused by component-level

hysteresis can vary significantly based on the degree of inelastic
action. Typically, hysteretic damping provides a damping con-
tribution less than or equal to 2.5% of critical.
Damping and/or energy dissipation caused by supplemental

damping and energy dissipation elements should be explicitly

accounted for with component-level models and not included in
the overall viscous damping term.

C16.3.6 Explicit Foundation Modeling. The PEER TBI
guidelines (Bozorgnia et al. 2009) and NIST GCR 12-917-21
(NIST 2012) both recommend inclusion of subterranean building
levels in the mathematical model of the structure. The modeling
of the surrounding soil has several possible levels of sophistica-
tion, two of which are depicted below in (b) and (c) of
Fig. C16.3-1, which are considered most practical for current
practice. For an MCER-level assessment, which is the basis for
the Chapter 16 RHA procedure, the rigid bathtub model is
preferred by PEER TBI (Bozorgnia et al. 2009) and NIST
(2012) (Fig. C16.3-1c). This model includes soil springs and
dashpots, and identical horizontal ground motions are input at
each level of the basement. Such a modeling approach, where the
soil is modeled in the form of springs and/or dashpots (or similar
methods) placed around the foundation, is encouraged but is not
required. When spring and dashpot elements are included in the
structural model, horizontal input ground motions are applied to
the ends of the horizontal soil elements rather than being applied
to the foundation directly. A simpler but less accurate model is to
exclude the soil springs and dashpots from the numerical model
and apply the horizontal ground motions at the bottom level of
the basement (Fig. C16.3-1b), which is fixed at the base. Either
the fixed-base (Fig. C16.3-1b) or bathtub (Fig. C16.3-1c)
approaches are allowed, but the bathtub approach is encouraged
because it is more accurate.
For the input motions, the PEER TBI (Bozorgnia et al. 2009)

guidelines allow the use of either the free-field motion, which is
the motion defined in Section 16.2.2, or a foundation input
motion modified for kinematic interaction effects. Guidelines
for modeling kinematic interaction are contained in NIST (2012).
More sophisticated procedures for soil–structure interaction

modeling, including the effects of multisupport excitation, can
also be applied in RHA. Such analyses should follow the guide-
lines presented in NIST (2012).
Approximate procedures for the evaluation of foundation

springs are provided in Chapter 19 of this standard.

C16.4.1 Global Acceptance Criteria

C16.4.1.1 Unacceptable Response. This section summarizes
the criteria for determining unacceptable response and how the
criteria were developed. It must be made clear that these unac-
ceptable response acceptance criteria are not the primary accep-
tance criteria that ensure adequate collapse safety of the building;
the primary acceptance criteria are the story drift criteria and the
element-level criteria discussed later in Section C16.4. The

FIGURE C16.3-1 Illustration of the Method of Inputting Ground Motions into the Base of the Structural Model
Source: NIST 2011.
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unacceptable response acceptance criteria were developed to be a
secondary protection to supplement the primary criteria. Unac-
ceptable responses result in instabilities and loss of gravity load
support. Consequently, if it can be shown that after a deformation
controlled element reaches its (collapse prevention) limit, the
model is able to redistribute demands to other elements, this
would not constitute unacceptable response. The acceptance
criteria were intentionally structured in this manner because there
is high variability in unacceptable response (as described in this
section) and the other primary acceptance criteria are much more
stable and reliable (because they are based on mean values of 11
motions rather than the extreme response of 11 motions).

When performing nonlinear analysis for a limited suite of
ground motions, the observance of a single unacceptable re-
sponse (or, conversely, the observance of no unacceptable
responses) is statistically insignificant. That is, it is reasonably
probable that no collapses will be observed in a small suite of
analyses, even if the structure has a greater than 10% chance of
collapse at MCER shaking levels. It is also possible that a
structure with less than a 10% chance of collapse at MCER
shaking levels will still produce an unacceptable response for
one ground motion in a small suite. In order for statistics on the
number of unacceptable responses in a suite of analyses to
produce meaningful indication of collapse probability, a very
large suite of analyses must be performed. Furthermore, the
observance or nonobservance of an unacceptable response
depends heavily on how the ground motions were selected and
scaled (or spectrally matched) to meet the target spectrum.

Since the observance or nonobservance of an unacceptable
response is not statistically meaningful, the standard does not rely
heavily on the prohibition of unacceptable responses in the
attempt to “prove” adequate collapse safety. The many other
acceptance criteria of Section 16.4 are relied upon to implicitly
ensure adequate collapse safety of the building. If one desired to
expand the unacceptable response acceptance criteria to provide
true meaningful collapse safety information about the building, a
more complex statistical inference approach would need to be
used. This is discussed further below.

The statistical insignificance of unacceptable response in a small
suite of analyses leaves a large open question about how to interpret
the meaning of such responses when they occur. Even though
occurrence of a single unacceptable response is statistically mean-
ingless, the occurrence of many unacceptable responses (e.g., 5
of 11) does indicate that the collapse probability is significantly in
excess of 10%. Additionally, a conscientious structural designer is
concerned about such occurrence, and the occurrences of unac-
ceptable responses may provide the designer with some insight into
possible vulnerabilities in the structural design.

Some engineers presume that the acceptance criteria related
to average response effectively disallow any unacceptable
responses (because you cannot average in an infinite response),
while others presume that average can also be interpreted as
median, which could allow almost half of the ground motions to
cause unacceptable response.

The statistics presented below are provided to help better
interpret the meaning of observance of a collapse or other type
of unacceptable response in a suite of analyses. These simple
statistics are based on predicting the occurrence of collapse (or
other unacceptable response) using a binomial distribution, based
on the following assumptions:

• The building’s collapse probability is exactly 10% at the
MCER level.

• Collapse probability is lognormally distributed and has a
dispersion (lognormal standard deviation) of 0.6. This

value includes all sources of uncertainty and variability
(e.g., record-to-record variability, modeling uncertainty).
The value of 0.6 is the same value used in creating the
risk-consistent hazard maps for ASCE 7-10 (FEMA 2009a)
and is consistent with the values used in FEMA P-695
(FEMA 2009b).

• The record-to-record variability ranges from 0.25 to 0.40.
This is the variability in the collapse capacity that would be
expected from the analytical model. This value is highly
dependent on the details of the ground motion selection and
scaling; values of 0.35 to 0.45 are expected for motions that
are not fit tightly to the target spectrum, and values of 0.2 to
0.3 are expected for spectrally matched motions (FEMA
2009b).

Fig. C16.4-1 shows collapse fragility curves for a hypothetical
building that has a 10% collapse probability conditioned on
MCER motion (P½CjMCER�= 10%) with an assumed record-
to-record collapse uncertainty of 0.40 and a total collapse
uncertainty of 0.60. The figure shows that the median collapse
capacity must be a factor of 2.16 above the MCER ground motion
level, that the probability of collapse is 10% at the MCER when
the full variability is included (as required), but that the proba-
bility of collapse is only 2.7% at the MCER when only the record-
to-record variability is included. This 2.7% collapse probability
is what would be expected from the structural model that is used
in the RHA assessment procedure.

Table C16.4-1 shows the probability of observing n
collapses in a suite of 11 ground motions for a structure that
has different values of P½CjMCER�.

Table C16.4-1 shows that for a building meeting the
P½CjMCER�= 10% performance goal, there is a 74% chance of

FIGURE C16.4-1 Collapse Fragilities for a Building with
P½CjMCER�= 10% and βCOL,RTR = 0.40

Table C16.4-1 Likelihood of Observing Collapses in 11 Analyses,
Given Various MCER Collapse Probabilities and a Record-

to-Record Uncertainty of 0.4

Number of
Collapses

Likelihood for Various P½CjMCER � Values

0.05 0.10 0.15 0.20 0.30

0 of 11 0.93 0.74 0.51 0.30 0.07
1 of 11 0.07 0.23 0.36 0.38 0.21
2 of 11 0 0.03 0.11 0.22 0.29
3 of 11 0 0 0.02 0.08 0.24
4 of 11 0 0 0 0.02 0.13
5 of 11 0 0 0 0 0.05
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observing no collapses, a 23% chance of observing one collapse,
a 3% chance of observing two collapses, and virtually no chance
of observing more than two collapses. In comparison, for a
building with P½CjMCER�= 20%, there is a 30% chance of
observing no collapses, a 38% chance of observing one collapse,
a 22% chance of observing two collapses, and a 10% chance of
observing more than two collapses.
This table illustrates that

• Even if no collapses are observed in a set of 11 records, this
does not, in any way, prove that the P½CjMCER�= 10%
performance goal has been met. For example, even for a
building with P½CjMCER�= 20%, there is still a 30% chance
that no collapses will be observed in the analysis. Therefore,
the other noncollapse acceptance criteria (e.g., criteria for
drifts and element demands) must be relied upon to enforce
the 10% collapse probability goal.

• If the P½CjMCER�= 10% performance goal is met, it is
highly unlikely (only a 3% chance) that two collapses will
be observed in the set of 11 records. Therefore, an accep-
tance criterion that prohibits two collapses is reasonable.

The collapse likelihoods show in Table C16.4-1 are based on a
relatively large record-to-record variability value of 0.40. Ta-
ble C16.4-2 illustrates similar statistics for the case when the
record-to-record variability is suppressed in ground motion
selection and scaling, such as occurs with spectral matching.
This table shows that, for a building meeting the P½CjMCER�=
10% performance goal and with record-to-record variability
taken as 0.25, the likelihood of observing a collapse response
is very low. This is why no unacceptable responses are permitted
in the suite of analyses when spectral matching is used.
For Risk Category I and II structures, if more than 11 ground

motions are used for analysis, then additional unacceptable
responses may be permissible. Two unacceptable responses
would be permissible if 20 or more motions are used, and three
unacceptable responses are permissible when 30 or more motions
are used. For Risk Category III and IV structures, the collapse
probability goals are 6% and 3%, respectively, at the MCER
level. When the above computations are redone using these lower
collapse probability targets, this shows that the acceptance
criteria should require that no motions of the 11 produce an
unacceptable response for these categories.
Typically, mean building response values (story drifts, ele-

ment deformations, and forces) are used in acceptance evalua-
tions, where the “mean” is the simple statistical average for the
response parameter of interest. When an unacceptable response
occurs, it is not possible to compute a mean value of the building
response values because one of the 11 response quantities is

undefined. In this case, rather than the mean, the standard
requires use of the counted median response multiplied by 1.2
but not less than the mean response from the remaining motions.
To compute the median value, the unacceptable response is

assumed as larger than the other responses and then, assuming
that 11 analyses were performed, the counted median value is
taken to be the 6th largest value from the set of 11 responses.
The 1.2 factor is based on a reasonable ratio of mean to
median values for a lognormal distribution (β= 0.4 results in
mean∕median= 1.08, β= 0.5 results in mean∕median= 1.13,
β= 0.6 results in mean∕median= 1.20, and β= 0.7 results in
mean∕median= 1.28).
The requirement to also check the mean of the remaining 10

response results is simply an added safeguard to ensure that the
1.2 × median value does not underpredict the mean response
values that should be used when checking the acceptance criteria.
Although currently the purpose of this acceptance criterion is

not to quantify the structure’s collapse probability under MCER
ground motions, the acceptance criterion can be recast to do so in
future provisions. The collapse probability can be inferred from
analysis results and compared to the target value (e.g., 10% for
structures in Risk Category I or II). In this alternate light, existing
statistical inference theory can be used to determine the number
of acceptable responses, and the number of ground motions
required to conclude that the proposed design may have an
acceptable collapse probability.
As was done in the previous section, analysis results can be

thought of as following a binomial distribution. Based on this
distribution, one could use the observed counts of collapsed and
noncollapsed responses (indicated by unacceptable and accept-
able responses) to estimate the collapse probability of the
proposed design in a manner that accounts for the uncertainty
in the estimated collapse probability. This uncertainty depends
on the total number of ground motions. If few ground motions are
used, there is a large uncertainty in the collapse probability. If
many ground motions are used, there is a small uncertainty. For
example, compare a set of 11 ground motions with 1 unaccept-
able response to a set of 110 ground motions with 10 unaccept-
able responses. Both sets have a most likely unacceptable
response probability of 9.1%. The design with 1 unacceptable
and 10 acceptable responses has only a 34% chance that its
unacceptable response probability is 10% or less. The design
with 10 unacceptable and 100 acceptable responses has a 56%
chance that its unacceptable response probability is 10% or less.
In the current acceptance criterion, the choice to require 11

ground motions follows from the need to have confidence in the
average values of the resulting element-level and story-level
responses (Section C16.2.3.1). These element-level and story-level
responses are then used to implicitly demonstrate adequate collapse
safety. If future provisions seek to explicitly ensure that the
proposed design has an acceptable collapse probability, then this
unacceptable response acceptance criterion should be revised using
statistical inference theory to establish the number of required
ground motions and the maximum number of unacceptable
responses, as well as the element- and story-level response limits.

C16.4.1.2 Story Drift. The limit on mean story drift was
developed to be consistent with the linear design procedures of
this standard. To this end, the basic Table 12.12-1 story drift
limits are the following:

• Increased by a factor of 1.5, to reflect the analysis being
completed at the MCER ground motion level rather than at
2/3 of the MCER level, and

• Increased by another factor of 1.25, to reflect an average
ratio of R∕Cd.

Table C16.4-2 Likelihood of Observing Collapses in 11 Analyses,
Given Various MCER Collapse Probabilities and a Record-

to-Record Uncertainty of 0.25

Number of
Collapses

Likelihood for Various P½CjMCER � Values

0.05 0.10 0.15 0.20 0.30

0 of 11 1.00 0.99 0.93 0.79 0.30
1 of 11 0 0.01 0.07 0.19 0.38
2 of 11 0 0 0 0.02 0.22
3 of 11 0 0 0 0 0.08
4 of 11 0 0 0 0 0.02
5 of 11 0 0 0 0 0
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These two above increases are the basis for the requirement
that the mean story drift be limited to 1.9 (which was rounded to
2.0) of the standard Table 12.12-1 limits.

The masonry-specific drift limits of Table 12.12-1 are not
enforced in this section because the component-level acceptance
criteria of Section 16.4.2 are expected to result in equivalent
performance (i.e., a masonry building designed in accordance
with Chapter 16 is expected to have similar performance to a
masonry building designed using linear analysis methods and the
more stringent drift limits of Table 12.12-1).

The standard does not require checks on residual drift. Resid-
ual drifts are an indicator of incipient dynamic instability, and a
prudent engineer checks for this instability. Limiting residual
drifts is an important consideration for postearthquake operabili-
ty and for limiting financial losses, but such performance goals
are not included in the scope of the ASCE 7 standard. For Risk
Category I and II buildings, the ASCE 7 standard is primarily
meant to ensure the protection of life safety. Additionally,
residual drifts can be extremely difficult to predict reliably with
available structural analysis tools.

C16.4.2 Element-Level Acceptance Criteria. The element-
level acceptance criteria require classification of each element
action as either force-controlled or deformation-controlled, simi-
lar to the procedures of ASCE 41. Note that this is done for each
element action, rather than for each element. For example, for a
single column element, the flexural behavior may be classified as
a deformation-controlled action, whereas the axial behavior may
be classified as a force-controlled action.

Deformation-controlled actions are those that have reliable
inelastic deformation capacity. Force-controlled actions pertain
to brittle modes where inelastic deformation capacity cannot be
ensured. Based on how the acceptance criteria are structured, any
element action that is modeled elastically must be classified as
being force-controlled.

Some examples of force-controlled actions are

• Shear in reinforced concrete (other than diagonally rein-
forced coupling beams).

• Axial compression in columns.
• Punching shear in slab–column joints without shear
reinforcing.

• Connections that are not explicitly designed for the strength
of the connected component, such as some braces in braced
frames.

• Displacement of elements resting on a supporting element
without rigid connection (such as slide bearings).

• Axial forces in diaphragm collectors.

Some examples of deformation-controlled actions are

• Shear in diagonally reinforced coupling beams.
• Flexure in reinforced concrete columns and walls.
• Axial yielding in buckling restrained braces.
• Flexure in special moment frames.

Section 16.4.2 further requires categorization of component
actions as critical, ordinary, or noncritical based on the conse-
quence of their exceeding strength or deformation limits.
Because of the differences in consequence, the acceptance
criteria are developed differently for each of the above classi-
fications of component actions. An element’s criticality is
judged based on the extent of collapse that may occur, given
the element’s failure, and also a judgment as to whether the
effect of the element’s failure on seismic resistance is substan-
tive. An element’s failure could be judged to have substantial
effect on the structure’s seismic resistance if analysis of a model

of the building without the element present predicts unaccept-
able performance, while analysis with the element present
does not.

Limits placed on response quantities are correlated to building
performance and structural reliability. In order for compliance
with these limits to meaningfully characterize overall perfor-
mance and reliability, grouping of certain component actions for
design purposes may be appropriate. For example, while sym-
metrical design forces may be obtained for symmetrical struc-
tures using equivalent lateral force and modal response spectrum
analysis procedures, there is no guarantee that component actions
in response history analysis of symmetrical models will be the
same—or even similar—for identical components arranged sym-
metrically. Engineering judgment should be applied to the design
to maintain symmetry by using the greater demands (that is, the
demands on the more heavily loaded component determined
using the appropriate factor on its mean demand) for the design
of both components. For this purpose, using the mean demands
of the pair of components would not be appropriate because this
method would reduce the demand used for design of the more
heavily loaded component.

Though this point is perhaps trivial in the case of true
symmetry, it is also a concern in nonsymmetrical structures.
For these buildings, it may be appropriate to group structural
components that are highly similar either in geometric place-
ment or purpose. The demands determined using the suite mean
(the mean response over all ground motions within a suite) may
be very different for individual components within this group-
ing. This is a result both of the averaging process and the
limited explicit consideration of ground motion to structure
orientation in the provisions. Although the analysis may indi-
cate that only a portion of the grouped components do not meet
the provisions, the engineer ought to consider whether such
nonconformance should also suggest redesign in other similar
elements. Thus response history analysis places a higher burden
on the judgment of the engineer to determine the appropriate
methods for extracting meaningful response quantities for
design purposes.

C16.4.2.1 Force-Controlled Actions. The acceptance criteria
for force-controlled actions follow the framework established by
the PEER TBI guidelines (Bozorgnia et al. 2009), shown in
Eq. (C16.4-1):

λFu ≤ ϕFn,e (C16.4-1)

where λ is a calibration parameter, Fu is the mean demand for the
response parameter of interest, ϕ is the strength reduction factor
from a material standard, and Fn,e is the nominal strength
computed from a material standard considering expected material
properties.

To determine appropriate values of λ, we begin with the
collapse probability goals of Table 1.3-2 (for Risk Categories
I and II) for MCER motions. These collapse probability goals
include a 10% chance of a total or partial structural collapse and a
25% chance of a failure that could result in endangerment of
individual lives. For the assessment of collapse, we then make the
somewhat conservative assumption that the failure of a single
critical force-controlled component would result in a total or
partial structural collapse of the building.

Focusing first on the goal of a 10% chance of a total or partial
structural collapse, we assume that the component force demand
and component capacity both follow a lognormal distribution and
that the estimate of Fn,e represents the true expected strength of
the component. We then calibrate the λ value required to achieve
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the 10% collapse probability goal. This value is depicted in
Fig. C16.4-2, which shows the lognormal distributions of com-
ponent capacity and component demand.
The calibration process is highly dependent on the uncertain-

ties in component demand and capacity. Table C16.4-3a shows
typical uncertainties in force demand for analyses at the MCER
ground motion level for both the general case and the case where
the response parameter is limited by a well-defined yield mecha-
nism. Table C16.4-3b shows typical uncertainty values for the
component capacity. The values are based on reference materi-
als, as well as the collective experience and professional judg-
ment of the development team.
In the calibration process, the λ and ϕ values both directly

affect the required component strength. Therefore, the calibration
is completed to determine the required value of λ∕ϕ needed to
fulfill the 10% collapse safety objective. This calibration is done
by assuming a value of λ∕ϕ, convolving the lognormal distribu-
tions of demand and capacity and iteratively determining the
capacity required to meet the 10% collapse safety objective by
adjusting λ∕ϕ.
Table C16.4-4 reports the final λ∕ϕ values that come from

such integration.
It should be clearly stated that this approach of calibrating

the λ∕ϕ ratio means that the final acceptance criterion is inde-
pendent of the ϕ value specified by a material standard. If it is
desirable for the acceptance criteria to be partially dependent on
the value of ϕ, then the uncertainty factors of Table C16.4-3b
would need to be made dependent on the ϕ value in some
manner.
Since the Table C16.4-4 values are similar, for simplicity the

acceptance criterion is based on λ∕ϕ= 2.0 for all cases, and a
separate case for the existence of a well-defined mechanism is not
included. Additionally, the strength term is defined slightly
differently. For Risk Categories III and IV, this full calculation
was redone using the lower collapse probability goals of 6% and
3%, respectively, and it was found that scaling the force demands
by Ie sufficiently achieves these lower collapse probability goals.
This statistical calculation was then repeated for the goal of

25% chance of a failure that could result in endangerment of
individual lives. This resulted in a required ratio of 1.5 for such
force-controlled failure modes; deemed as “ordinary.”
Force-controlled actions are deemed noncritical if the failure

does not result in structural collapse or any meaningful

endangerment to individual lives; this occurs in situations where
gravity forces can reliably redistribute to an alternate load path
and no failure will ensue. For noncritical force-controlled com-
ponents, the acceptance criteria allow the use of λ= 1.0.
Where an industry standard does not define expected strength,

expected (or mean) strength, Fe, is computed as follows. First, a
standard strength-prediction equation is used from a material
standard, using a strength reduction factor, ϕ, of 1.0; the expected
material properties are also used in place of nominal material
properties. In some cases, this estimate of strength (Fn,e) may still
be conservative in comparison with the mean expected strength
shown by experimental tests (Fe) caused by inherent conserva-
tism in the strength equations adopted by the materials standards.
If such conservatism exists, the Fn,e value may be multiplied by a
“component reserve strength factor” greater than 1.0 to produce
the estimate of the mean expected strength (Fe). This process is
illustrated in Fig. C16.4-3, which shows the Fe∕Fn,e ratios for the
shear strengths from test data of reinforced concrete shear walls
(Wallace et al. 2013). This figure shows that the ratio of Fe∕Fn,e

Table C16.4-3a Assumed Variability and Uncertainty Values for
Component Force Demand

Demand Dispersion (βD )

Variabilities and Uncertainties in the
Force DemandGeneral

Well-Defined
Mechanism

0.40 0.20 Record-to-record variability (for MCER

ground motions)
0.20 0.20 Uncertainty from estimating force demands

using structural model
0.13 0.06 Variability from estimating force demands

from mean of only 11 ground motions
0.46 0.29 βD −Total

Table C16.4-3b Assumed Variability and Uncertainty Values for
Component Force Capacity

Capacity Dispersion (βC )

Variabilities and Uncertainties in the Final As-Built
Capacity of the ComponentGeneral

Well-Defined
Mechanism

0.30 0.30 Typical variability in strength equation for Fn,e

(from available data)
0.10 0.10 Typical uncertainty in strength equation for

Fn,e (extrapolation beyond available data)
0.20 0.20 Uncertainty in as-built strength because of

construction quality and possible errors
0.37 0.37 βC −Total

Table C16.4-4 Required Ratios of λ∕ϕ to Achieve the 10%Collapse
Probability Objective

Dispersion Required Ratios of λ∕ϕ

General 2.1
Well-Defined Mechanism 1.9

FIGURE C16.4-2 Illustration of Component Capacity and Demand
Lognormal Distributions (Normalized to a Mean Capacity of 1.0);

the Mean Component Capacity Is Calibrated to Achieve
P½CjMCER�= 10%
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depends on the flexural ductility of the shear wall, demonstrating
that Fe = 1.0 Fn,e is appropriate for the shear strength in the zone
of high flexural damage and Fe = 1.5 Fn,e may be appropriate in
zones with no flexural damage.

For purposes of comparison, Eq. (C16.4-1) is comparable to
the PEER TBI acceptance criteria (Bozorgnia et al. 2009) for the
case that ϕ= 0.75 and Fe = 1.0 Fn,e.

The exception allows for use of the capacity design philosophy
for force-controlled components that are “protected” by inelastic
fuses, such that the force delivered to the force-controlled
component is limited by the strength of the inelastic fuse.

The following are some examples of force-controlled actions
that are deemed to be critical actions:

• Steel Moment Frames (SMF):
▪ Axial compression forces in columns caused by combined
gravity and overturning forces

▪ Combined axial force, bending moments, and shear in
column splices

▪ Tension in column base connections (unless modeled
inelastically, in which case it would be a deformation-
controlled component)

• Steel Braced Frames (BRBF - Buckling Restrained Braced
Frame, SCBF - Special Concentrically Braced Frames):
▪ Axial compression forces in columns caused by combined
gravity and overturning forces

▪ Combined axial force, bending moments, and shear in
column splices

▪ Tension in brace and beam connections
▪ Column base connections (unless modeled inelastically)

• Concrete Moment Frames:
▪ Axial compression forces in columns caused by combined
gravity and overturning forces

▪ Shear force in columns and beams
• Concrete or Masonry Shear Walls:

FIGURE C16.4-4 Plan View of Sample Building Showing
Arrangement of Concrete Shear Walls

FIGURE C16.4-5 Plan View of Sample Building Showing
Components of a Reinforced Concrete Core Shear Wall

FIGURE C16.4-3 Expected Shear Strengths (in Terms of Fe∕Fn,e ) for Reinforced Concrete Shear Walls When Subjected to Various Levels
of Flexural Ductility

Source: Courtesy of John Wallace.
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▪ Shear in concrete shear wall, in cases when there is limited
ability for the shear force to transfer to adjacent wall
panels. For cases of isolated shear walls (i.e., wall #1 in
Fig. C16.4-4), the shear force in this isolated wall is deemed
as a critical action. In contrast, the shear force in a one-wall
pier that is in a group of wall piers (e.g., panel #2 of
Fig. C16.4-5) need not be deemed a critical action (espe-
cially when determining whether an analysis is deemed to
represent an unacceptable response). For this case of a group
of wall piers, it may be appropriate to consider the sum of
the wall shears to be the critical action (e.g., the sum of wall
shears in panels #1, #2, and #3 of Fig C16.4-5).

▪ Axial (plus flexural) compression in concrete shear wall
(for most cases)

▪ Axial compression in outrigger columns
▪ Axial (plus flexural) tension in outrigger column splices

• Other Types of Components:
▪ Shear forces in piles and pile cap connections (unless
modeled inelastically)

▪ Shear forces in shallow foundations (unless modeled
inelastically)

▪ Punching shear in slabs without shear reinforcing (unless
modeled inelastically)

▪ Diaphragms that transfer a substantial amount of force
(from more than one story)

▪ Elements supporting discontinuous frames and walls

The following are some examples of force-controlled actions that
are deemed to be ordinary actions:

• Steel Moment Frames (SMF):
▪ Shear force in beams and columns
▪ Column base connections (unless modeled inelastically)
▪ Welded or bolted joints (as distinct from the inelastic
action of the overall connection) between moment frame
beams and columns

• Steel Braced Frames (BRBF, SCBF):
▪ Axial tension forces in columns caused by overturning
forces (unless modeled inelastically)

• Concrete Moment Frames:
▪ Splices in longitudinal beam and column reinforcement

• Concrete or Masonry Shear Walls:
▪ An ordinary classification would only apply in special
cases where failure would not cause widespread collapse
and would cause minimal reduction in the building seis-
mic resistance.

• Other Types of Components:
▪ Axial forces in diaphragm collectors (unless modeled
inelastically)

▪ Shear and chord forces in diaphragms (unless modeled
inelastically)

▪ Pile axial forces

The following are some examples of force-controlled actions
that could be deemed noncritical actions:

• Any component where the failure would not result in either
collapse or substantive loss of the seismic resistance of the
structure.

C16.4.2.2 Deformation-Controlled Actions. While substan-
tive data exist to indicate the capacity of force-controlled actions,
there are relatively few laboratory data to indicate the deformation
at which a deformation-controlled element action reaches a level
where loss of vertical load-carrying capacity occurs. There are a
number of reasons for this, including the following: (1) the
deformation at which such loss occurs can be very large and
beyond the practical testing capability of typical laboratory equip-
ment; (2) many researchers have tested such components with the
aim of quantifying useful capacity for elements of a seismic force-
resisting system and have terminated testing after substantial
degradation in strength has occurred, even though actual failure
has not yet been experienced; and (3) testing of gravity-load-
bearing elements to failure can be dangerous and destructive of
test equipment. Therefore, lacking a comprehensive database on
the reliable collapse capacity of different deformation-controlled
element actions, the standard defaults to acceptance criteria
contained in ASCE 41. However, the standard does present
alternative criteria, which directly use the expected deformation
at which loss of vertical load-carrying capability occurs, in the
recognition that use of such values is more consistent with the
collapse goals of Section C1.3.1 and also in the hopes that data on
the deformation capacity of elements will eventually be available
for use.
To determine appropriate inelastic deformation limits for

this alternative procedure, a process similar to that used for
force-controlled actions is used. Table C16.4-5a shows
the assumed uncertainties in deformation demand for structur-
al analyses for MCER ground motions. Table C16.4-5b
similarly shows assumed uncertainties in the component
deformation capacity at the point that loss in vertical load-
carrying capacity occurs. These βC values are larger than the
comparable values for force-controlled components because
the uncertainty is quite large when trying to quantify the
deformation at which loss of vertical load-carrying capability
occurs.
The results of integration show that the mean deformation

capacity must be a factor of 3.2 larger than the mean deformation
demand in order to meet the 10% collapse safety objective (for
total or partial structural collapse) for MCER ground motions.
Using the inverse of this value leads to a requirement that the
mean deformation demand be limited to less than 0.3 of the mean
deformation capacity.

Table C16.4-5a Assumed Variability and Uncertainty Values for
Component Deformation Demand

Demand
Dispersion (βD ) Variabilities and Uncertainties in the Deformation Demand

0.40 Record-to-record variability (for MCER ground motions)
0.20 Uncertainty from estimating deformation demands using

structural model
0.13 Variability from estimating deformation demands from

mean of only 11 ground motions
0.46 βD −Total

Table C16.4-5b Assumed Variability and Uncertainty Values for
Component Deformation Capacity

Capacity
Dispersion (βC )

Variabilities and Uncertainties in the Final As-Built Deformation
Capacity of the Component

0.60 Typical variability in prediction equation for deformation
capacity (from available data)

0.20 Typical uncertainty in prediction equation for deformation
capacity (extrapolation beyond data)

0.20 Uncertainty in as-built deformation capacity because of
construction quality and errors

0.66 βC −Total
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This 0.3 limit is quite conservative and assumes that immedi-
ate collapse results when the deformation capacity is exceeded in
a single component. Such immediate collapse may occur in some
uncommon cases where no alternative load path exists; however,
in most cases, there is at least one alternative load path and the
gravity loads will redistribute and delay the occurrence of vertical
collapse. Note that the use of a 0.3 ratio in the acceptance
criterion assumes that there is a 100% probability of building
collapse when the deformation capacity is exceeded in a single
component; the use of a 0.5 ratio instead implies a 40%
probability of building collapse when the deformation capacity
is exceeded in a single component. These are the acceptance
criteria used for critical deformation-controlled actions.

This statistical calculation was then redone for the goal of a
25% chance of a failure that would result in endangerment of
individual lives. The results of integration show that the mean
deformation capacity must be a factor of 2.0 larger than
the mean deformation demand in order to meet the 25% goal
for MCER ground motions; using the inverse of this value,
this leads to a requirement that the mean deformation
demand be limited to less than 0.5 of the mean deformation
capacity.

For noncritical deformation-controlled actions, by defini-
tion, the failure of such a component would not result in any
collapse and also would not result in substantive loss in the
seismic strength of the structure. Accordingly, for such a case,
the inelastic deformation is not limited by the Section 16.4.2.2
acceptance criterion (because there is no meaningful conse-
quence of failure for such component), but the inelastic
deformation of such component is still limited by the unac-
ceptable response criterion of Section 16.4.1.1 (i.e., the com-
ponent must be adequately modeled up to the deformation
levels that the component experiences in the structural
simulation).

The following are some examples of deformation-controlled
actions that are deemed to be critical actions:

• Steel Moment Frames (SMF)
▪ Hinge rotations in beams and columns leading to signifi-
cant strength/stiffness degradation

▪ Deformations of nonductile gravity beam-to-column
connections

• Steel Braced Frames (BRBF, SCBF)
▪ Axial deformations (tension/compression) in braces
▪ Hinge rotations in beams and columns leading to signifi-
cant strength/stiffness degradation

▪ Deformations of nonductile gravity beam-to-column
connections

• Concrete Moment Frames:
▪ Hinge rotations in beams and columns leading to signifi-
cant strength/stiffness degradation

▪ Deformations of nonductile slab–column connections in
reinforced concrete gravity systems

• Concrete Shear Walls:
▪ Tensile strains in longitudinal wall reinforcement
▪ Compression strains in longitudinal wall reinforcement
and concrete

▪ Flexural hinging or shear yielding of coupling beams
▪ Deformations of nonductile slab–column or slab–wall
connections in reinforced concrete gravity systems

• Other Types of Components:
▪ Soil uplift and bearing deformations in shallow founda-
tions (when modeled inelastically)

▪ Tensile pullout deformations or compression bearing defor-
mations of pile foundations (when modeled inelastically)

The following are some examples of deformation-controlled
actions that are deemed to be ordinary actions:

• Steel Moment Frames (SMF):
▪ Deformations of ductile gravity beam-to-column
connections

• Steel Braced Frames (BRBF, SCBF, or nonconforming
braced frames):
▪ Deformations of ductile gravity beam-to-column
connections

• Concrete Moment Frames:
▪ Deformations of ductile slab–column connections in
reinforced concrete gravity systems

• Concrete Shear Walls:
▪ Deformations of ductile slab–column or slab–wall con-
nections in reinforced concrete gravity systems

The following are some examples of deformation-controlled
actions that could be deemed noncritical actions:

• Deformations in a coupling beam in a shear wall system, in
the case that the failure of the coupling beam neither results
in any collapse nor substantive loss to seismic resistance.

C16.4.2.3 Elements of the Gravity Force-Resisting
System. The basic deformation-compatibility requirement of
ASCE 7-10, Section 12.12.5 is imposed for gravity-system
components, which are not part of the established seismic
force-resisting system, using the deformation demands predicted
from response history analysis under MCER-level ground
motions, as opposed to evaluation under linear analysis.

If an analyst wanted to further investigate the performance of
the gravity system (which is not required), the most direct and
complete approach (but also the most time-consuming) would be
to directly model the gravity system components as part of the
structural model and then impose the same acceptance criteria
used for the components of the seismic force-resisting system.
An alternative approach (which is more common) would be to
model the gravity system in a simplified manner and verify that
the earthquake-imposed force demands do not control over the
other load combinations and/or to verify that the mean gravity
system deformations do not exceed the deformation limits for
deformation-controlled components.
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CHAPTER C17

SEISMIC DESIGN REQUIREMENTS FOR SEISMICALLY ISOLATED STRUCTURES

C17.1 GENERAL

Seismic isolation, also referred to as base isolation because of its
common use at the base of building structures, is a design
method used to substantially decouple the response of a struc-
ture from potentially damaging horizontal components of earth-
quake motions. This decoupling can result in response that is
significantly reduced from that of a conventional, fixed-base
building.

The significant damage to buildings and infrastructure follow-
ing large earthquakes over the last three decades has led to the
rapid growth of seismic isolation technology and the develop-
ment of specific guidelines for the design and construction of
seismically isolated buildings and bridges in the United States, as
well as standardized testing procedures of isolation devices.

Design requirements for seismically isolated building struc-
tures were first codified in the United States as an appendix to the
1991 Uniform Building Code, based on “General Requirements
for the Design and Construction of Seismic-Isolated Structures”
developed by the State Seismology Committee of the Structural
Engineers Association of California. In the intervening years,
those provisions have developed along two parallel tracks into
the design requirements in Chapter 17 of the ASCE/SEI 7
standard and the rehabilitation requirements in Section 9.2 of
ASCE/SEI 41 (2007), Seismic Rehabilitation of Existing Build-
ings. The design and analysis methods of both standards are
similar, but ASCE/SEI 41 allows more relaxed design require-
ments for the superstructure of rehabilitated buildings. The basic
concepts and design principles of seismic isolation of highway
bridge structures were developed in parallel and first codified in
the United States in the 1990 AASHTO provisions Guide
Specifications for Seismic Isolation Design. The subsequent
version of this code (AASHTO 1999) provides a systematic
approach to determining bounding limits for analysis and design
of isolator mechanical properties.

The present edition of the ASCE/SEI 7, Chapter 17, provisions
contains significant modifications with respect to superseded
versions, intended to facilitate the design and implementation
process of seismic isolation, thus promoting the expanded use of
the technology. Rather than addressing a specific method of
seismic isolation, the standard provides general design require-
ments applicable to a wide range of seismic isolation systems.
Because the design requirements are general, testing of isolation-
system hardware is required to confirm the engineering para-
meters used in the design and to verify the overall adequacy of
the isolation system. Use of isolation systems whose adequacy is
not proved by testing is prohibited. In general, acceptable
systems (a) maintain horizontal and vertical stability when
subjected to design displacements, (b) have an inherent restoring
force defined as increasing resistance with increasing displace-
ment, (c) do not degrade significantly under repeated cyclic load,

and (d) have quantifiable engineering parameters (such as force-
deflection characteristics and damping).

The lateral force-displacement behavior of isolation
systems can be classified into four categories, as shown in
Fig. C17.1-1, where each idealized curve has the same design
displacement, DD.

A linear isolation system (Curve A) has an effective period that
is constant and independent of the displacement demand, where
the force generated in the superstructure is directly proportional
to the displacement of the isolation system.

A hardening isolation system (Curve B) has a low initial lateral
stiffness (or equivalently a long effective period) followed by a
relatively high second stiffness (or a shorter effective period) at
higher displacement demands. Where displacements exceed the
design displacement, the superstructure is subjected to increased
force demands, while the isolation system is subject to reduced
displacements, compared to an equivalent linear system with
equal design displacement, as shown in Fig. C17.1-1.

A softening isolation system (Curve C) has a relatively high
initial stiffness (short effective period) followed by a relatively
low second stiffness (longer effective period) at higher displace-
ments. Where displacements exceed the design displacement, the
superstructure is subjected to reduced force demands, while the
isolation system is subject to increased displacement demand
than for a comparable linear system.

The response of a purely sliding isolation system without
lateral restoring force capabilities (Curve D) is governed by
friction forces developed at the sliding interface. With increasing

A: LinearB: Hardening

C: Softening

D: Sliding

DD

k

Force

Displacement

FIGURE C17.1-1 Idealized Force-Deflection Relationships for
Isolation Systems (Stiffness Effects of Sacrificial Wind-Restraint

Systems Not Shown for Clarity)
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displacements, the effective period lengthens while loads on the
superstructure remain constant. For such systems, the total
displacement caused by repeated earthquake cycles is highly
dependent on the characteristics of the ground motion and may
exceed the design displacement, DD. Since these systems do not
have increasing resistance with increasing displacement, which
helps to recenter the structure and prevent collapse, the proce-
dures of the standard cannot be applied, and use of the system is
prohibited.
Chapter 17 establishes isolator design displacements, shear

forces for structural design, and other specific requirements for
seismically isolated structures based on MCER only. All other
design requirements, including loads (other than seismic), load
combinations, allowable forces and stresses, and horizontal shear
distribution, are the same as those for conventional, fixed-base
structures. The main changes incorporated in this edition of the
provisions include the following:

• Modified calculation procedure for the elastic design base
shear forces from the design earthquake (DE) event to the
MCER event using a consistent set of upper and lower
bound stiffness properties and displacements. This modifi-
cation simplifies the design and analysis process by focusing
only on the MCER event.

• Relaxed permissible limits and criteria for the use of the
equivalent lateral force (ELF) procedure. This modification
minimizes the need to perform complex and computationally
expensive nonlinear time history analyses to design the super-
structure and isolation system onmany base-isolated structures.

• Enhanced definitions of design properties of the isolation
system.

• Use of nominal properties in the design process of typical
isolation bearings specified by the manufacturers based on
prior prototype testing.

• These nominal properties are adjusted using the newly
incorporated AASHTO (1999) lambda factor concept to
account for response uncertainties and obtain upper and
lower bound properties of the isolation system for the design
process.

• New method for the vertical distribution of lateral forces
associated with the ELF method of design.

• Simplified approach for incorporating a 5% accidental mass
eccentricity in nonlinear time history analyses.

• Reduction in the required number of peer reviewers on a
seismic isolation project from the current three to five to a
minimum of one peer reviewer. Also, peer reviewers are not
required to attend the prototype tests.

• Calculation procedure to estimate permanent residual dis-
placements that may occur in seismic isolation applications
with relatively long period high yield/friction levels, and
small yield displacements under a wide range of earthquake
intensity.

C17.2 GENERAL DESIGN REQUIREMENTS

In an ideal seismic isolation application, the lateral displacement
of the structure is primarily accommodated through large lateral
displacement or deformation of the isolation system rather than
internal deformation of the superstructure above. Accordingly,
the lateral force-resisting system of the superstructure above the
isolation system is designed to have sufficient stiffness and
strength to prevent large, inelastic displacements. Therefore, the
standard contains criteria that limit the inelastic response of the
superstructure. Although damage control is not an explicit
objective of the standard, design to limit inelastic response of

the structural system directly reduces the level of damage
that would otherwise occur during an earthquake. In general,
isolated structures designed in accordance with the standard are
expected to

1. resist minor and moderate levels of earthquake ground
motion without damage to structural elements, nonstruc-
tural components, or building contents, and

2. resist major levels of earthquake ground motion without
failure of the isolation system, significant damage to
structural elements, extensive damage to nonstructural
components, or major disruption to facility function.

Isolated structures are expected to perform considerably better
than fixed-based structures during moderate and major earth-
quakes. Table C17.2-1 compares the expected performance of
isolated and fixed-based structures designed in accordance with
the standard. Actual performance of an isolated structure should
be determined by performing nonlinear time history analyses and
computing interstory drifts and floor acceleration demands for an
array of ground motions. Those results can be used to compute
postearthquake repair costs of the structure using the FEMA P-58
performance-based earthquake engineering (PBEE) methodology
(FEMA 2012) and/or large-scale simulations of direct and indi-
rect costs using HAZUS software (FEMA 1999). Evaluation of
seismic performance enhancement using seismic isolation should
include its impact on floor accelerations, as well as interstory
drifts, because these elements are key engineering demand
parameters affecting damage in mechanical, electrical, and
plumbing (MEP) equipment, ceilings and partitions, and building
contents.
Loss of function or discontinued building operation is not

included in Table C17.2-1. For certain fixed-based facilities, loss
of function would not be expected unless there is significant
structural and nonstructural damage that causes closure or re-
stricted access to the building. In other cases, a facility with only
limited or no structural damage would not be functional as a
result of damage to vital nonstructural components or contents.
Seismic isolation, designed in accordance with these provisions,
would be expected to mitigate structural and nonstructural
damage and to protect the facility against loss of function. The
postearthquake repair time required to rehabilitate the structure
can also be determined through a FEMA P-58 PBEE evaluation.
Observed structural or nonstructural damage in fixed-based

buildings caused by moderate and large earthquakes around the
world have typically been associated with high-intensity lateral
ground motion excitation rather than vertical acceleration. Grav-
ity design procedures for typical structures result in structural
sections and dimensions with relatively high safety factors for

Table C17.2-1 Performance Expected for Minor, Moderate, and
Major Earthquakes

Performance Measure

Earthquake Ground Motion Levela

Minor Moderate Major

Life safety: Loss of life or serious
injury is not expected

F, I F, I F, I

Structural damage: Significant
structural damage is not expected

F, I F, I I

Nonstructural damage: Significant
nonstructural or content damage is not
expected

F, I I I

aF indicates fixed base; I indicates isolated.

674 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



seismic resistance. Therefore, current code provisions for fixed-
based (or isolated) buildings only require use of a vertical
earthquake component, Ev, obtained from static analysis proce-
dures per Sections 12.2.4.6 and 12.2.7.1, defined as 0.2 SDSD
under the design earthquake, where D is the tributary dead load
rather than explicit incorporation of vertical ground motions in
the design analysis process. For seismic isolation, it should be
noted that the term 0.2 SDS is replaced with 0.2 SMS.

However, similar to fixed-based buildings, consideration of
horizontal ground motion excitation alone may underestimate the
acceleration response of floors and other building components.
Portions of fixed-based and isolated structures may be especially
sensitive to adverse structural response amplification induced by
vertical ground motions including long spans, vertical disconti-
nuities, or large cantilever elements. Certain nonstructural com-
ponents, such as acoustic tile suspended ceiling systems, are also
particularly vulnerable to the combination of vertical and hori-
zontal ground motion effects. These building subassemblies or
components may warrant additional vertical considerations. In
addition, isolators with relatively low tributary gravity load and
isolators located below columns that form part of the lateral
force-resisting system can potentially have net uplift or tensile
displacements caused by combined large vertical ground motion
accelerations and global overturning. This uplift or bearing
tension may induce high impact forces on the substructure,
jeopardize the stability of the bearings, or result in bearing
rupture.

Base-isolated structures located near certain fault character-
istics that produce large vertical accelerations (e.g., hanging wall
in reverse and reverse/oblique faults) are also more vulnerable
and therefore may also require consideration of vertical ground
motion excitation.

Vertical ground acceleration may affect the behavior of axial-
load dependent isolation systems in the horizontal direction
caused by potential coupling between horizontal and vertical
response of the building structure.

Building response parameters that are expected to be affected
by vertical excitation are vertical floor spectra and axial load
demand on isolation bearings and columns, as discussed in
Section C17.2.4.6. Isolated buildings with significant horizon-
tal–vertical coupling are also expected to impart additional
horizontal accelerations to the building at the frequencies of
coupled modes that match the vertical motions.

If it is elected to investigate the effect of vertical ground
motion acceleration on building response, one of the following
analysis methods is suggested:

• Response spectrum analysis using horizontal and vertical
spectrum (upward and downward).

• Response spectrum analysis using a vertical spectrum,
combined with horizontal response spectrum analysis
results using orthogonal combinations corresponding to the
100%–30%–30% rule.

• Three-dimensional response history analysis following the
recommendations of Section C17.3.3 with explicit inclusion
of vertical ground motion acceleration records.

• Horizontal response history analysis following the provi-
sions of Section 17.3.3 considering the two limiting initial
gravity load conditions defined per Section 17.2.7.1. Note
that this analysis affects the effective characteristics of axial
load-dependent isolators with resulting changes in base
shear and displacement demands.

The structural model in these analyses should be capable of
capturing the effects of vertical response and vertical mass

participation, and should include the modeling recommendations
in Section C17.6.2.

C17.2.4 Isolation System

C17.2.4.1 Environmental Conditions. Environmental con-
ditions that may adversely affect isolation system performance
must be investigated thoroughly. Specific requirements for
environmental considerations on isolators are included in the
new Section 17.2.8. Unlike conventional materials whose
properties do not vary substantially with time, the materials
used in seismic isolators are typically subject to significant aging
effects over the life span of a building structure. Because the
testing protocol of Section 17.8 does not account for the effects
of aging, contamination, scragging (temporary degradation of
mechanical properties with repeated cycling), temperature,
velocity effects, and wear, the designer must account for these
effects by explicit analysis. The approach to accommodate these
effects, introduced in the AASHTO specifications (AASHTO
1999), is to use property modification factors as specified in
Section 17.2.8.4.

C17.2.4.2 Wind Forces. Lateral displacement over the depth of
the isolation region resulting from wind loads must be limited to
a value similar to that required for other stories of the
superstructure.

C17.2.4.3 Fire Resistance. Where fire may adversely affect the
lateral performance of the isolation system, the system must be
protected to maintain the gravity-load resistance and stability
required for the other elements of the superstructure supported by
the isolation system.

C17.2.4.4 Lateral Restoring Force. The restoring force
requirement is intended to limit residual displacements in the
isolation system resulting from any earthquake event so that the
isolated structure will adequately withstand aftershocks and
future earthquakes. The potential for residual displacements is
addressed in Section C17.2.6.

C17.2.4.5 Displacement Restraint. The use of a displacement
restraint to limit displacements beyond the design displacement
is discouraged. Where a displacement restraint system is used,
explicit nonlinear response history analysis of the isolated
structure for the MCER level is required using the provisions
of Chapter 16 to account for the effects of engaging the
displacement restraint.

C17.2.4.6 Vertical-Load Stability. The vertical loads used to
assess the stability of a given isolator should be calculated using
bounding values of dead load, live load, and the peak earthquake
demand at the MCER level. Because earthquake loads are
reversible in nature, peak earthquake load should be combined
with bounding values of dead and live load in a manner that
produces both the maximum downward force and the maximum
upward force on any isolator. Stability of each isolator should be
verified for these two extreme values of vertical load at peak
MCER displacement of the isolation system. In addition, all
elements of the isolation system require testing or equivalent
measures that demonstrate their stability for the MCER ground
motion levels. This stability can be demonstrated by performing a
nonlinear static analysis for an MCER response displacement of
the entire structural system, including the isolation system, and
showing that lateral and vertical stability are maintained.
Alternatively, this stability can be demonstrated by performing
a nonlinear dynamic analysis for the MCER motions using the
same inelastic reductions as for the design earthquake (DE) and
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acceptable capacities except that member and connection
strengths can be taken as their nominal strengths with
resistance factors, ϕ, taken as 1.0.
Vertical ground motion excitation affects bounding axial loads

on isolation bearings and vertical stability design checks. The E
component of load combination 5 of Section 2.3.2 should
consider the maximum of Ev per code or the dynamic amplifica-
tion from analysis when significant vertical acceleration is
anticipated per Section C17.2.

C17.2.4.7 Overturning. The intent of this requirement is to
prevent both global structural overturning and overstress of
elements caused by localized uplift. Isolator uplift is
acceptable as long as the isolation system does not disengage
from its horizontal-resisting connection details. The connection
details used in certain isolation systems do not develop tension
resistance, a condition which should be accounted for in the
analysis and design. Where the tension capacity of an isolator is
used to resist uplift forces, design and testing in accordance with
Sections 17.2.4.6 and 17.8.2.5 must be performed to demonstrate
the adequacy of the system to resist tension forces at the total
maximum displacement.

C17.2.4.8 Inspection and Replacement. Although most
isolation systems do not require replacement following an
earthquake event, access for inspection, repair, and
replacement must be provided. In some cases (Section 17.2.6),
recentering may be required. The isolation system should be
inspected periodically as well as following significant earthquake
events, and any damaged elements should be repaired or
replaced.

C17.2.4.9 Quality Control. A testing and inspection program
is necessary for both fabrication and installation of the isolator
units. Because of the rapidly evolving technological advances of
seismic isolation, reference to specific standards for testing and
inspection is difficult for some systems, while reference for some
systems is possible (e.g., elastomeric bearings should follow
ASTMD4014 requirements (ASTM 2012). Similar standards are
yet to be developed for other isolation systems. Special
inspection procedures and load testing to verify manufacturing
quality should therefore be developed for each project. The
requirements may vary depending on the type of isolation
system used. Specific requirements for quality control testing
are now given in Section 17.8.5.

C17.2.5 Structural System

C17.2.5.2 Minimum Building Separations. A minimum
separation between the isolated structure and other structures
or rigid obstructions is required to allow unrestricted horizontal
translation of the superstructure in all directions during an
earthquake event. The separation dimension should be
determined based on the total design displacement of the
isolation system, the maximum lateral displacement of the
superstructure above the isolation, and the lateral deformation
of the adjacent structures.

C17.2.5.4 Steel Ordinary Concentrically Braced
Frames. Section 17.5.4.2 of this standard implies that only
seismic force-resisting systems permitted for fixed-based
building applications are permitted to be used in seismic
isolation applications. Table 12.2-1 limits the height of steel
ordinary concentrically braced frames (OCBFs) in fixed-based
multistory buildings assigned Seismic Design Categories D and
E to 35 ft (10.7 m) and does not permit them in buildings
assigned to Seismic Design Category F. Section 17.2.5.4 permits

them to be used for seismic isolation applications to heights of
160 ft (48.8 m) in buildings assigned to Seismic Design
Categories D, E, and F, provided that certain additional
requirements are satisfied. The additional design requirements
that must be satisfied include that the building must remain
elastic at the design earthquake level (i.e., RI = 1.0), that the moat
clearance displacement, DTM , be increased by 20%, and that the
braced frame be designed to satisfy Section F1.7 of AISC 341. It
should be noted that currently permitted OCBFs in seismically
isolated buildings assigned to Seismic Design Categories D and
E also need to satisfy Section F1.7 of AISC 341.
Seismic isolation has the benefit of absorbing most of the

displacement of earthquake ground motions, allowing the seis-
mic force-resisting system to remain essentially elastic. Restric-
tions in Chapter 17 on the seismic force-resisting system limit the
inelastic reduction factor to a value of 2 or less to ensure
essentially elastic behavior. A steel OCBF provides the benefit
of providing a stiff superstructure with reduced drift demands
on drift-sensitive nonstructural components while providing
significant cost savings as compared to special systems. Steel
OCBFs have been used in the United States for numerous
(perhaps most) new seismically isolated essential facility build-
ings since the seismic isolation was first introduced in the 1980s.
Some of these buildings have had heights as high as 130 ft
(39.6 m). The 160-ft (48.8-m) height limit was permitted for
seismic isolation with OCBFs in high seismic zones when
seismic isolation was first introduced in the building code as
an appendix to the UBC in 1991. When height limits were
restricted for fixed-based OCBFs in the 2000 NEHRP Recom-
mended Provisions, it was not recognized the effect the restric-
tion could have on the design of seismically isolated buildings.
The Section 17.2.5.4 change rectifies that oversight. It is the
judgment of this committee that height limits should be increased
to the 160-ft (48.8-m) level, provided that the additional condi-
tions are met.
The AISC Seismic Committee (Task Committee-9) studied the

concept of steel OCBFs in building applications to heights of
160 ft (48.8 m) in high seismic areas. They decided that
additional detailing requirements are required, which are found
in Section F1.7 of AISC 341.
There has been some concern that steel ordinary concentrically

braced frames may have an unacceptable collapse hazard if
ground motions greater than MCER cause the isolation system
to impact the surrounding moat wall. While there has not been a
full FEMA P-695 (FEMA 2009) study of ordinary steel concen-
trically braced frame systems, a recent conservative study of one
structure using OCBFs with RI = 1 on isolation systems per-
formed by Armin Masroor at SUNY Buffalo (Masroor and
Mosqueda 2015) indicates that an acceptable risk of collapse
(10% risk of collapse given MCE ground motions) is achieved if
a 15–20% larger isolator displacement is provided. The study
does not include the backup capacity of gravity connections or
the influence of concrete-filled metal deck floor systems on the
collapse capacity. Even though there is no requirement to
consider ground motions beyond the risk-targeted maximum
considered earthquake ground motion in design, it was the
judgment of this committee to provide additional conservatism
by requiring 20% in moat clearance. It is possible that further
P-695 studies will demonstrate that the additional 1.2 factor of
displacement capacity may not be needed.

C17.2.5.5 Isolation System Connections. This section
addresses the connections of the structural elements that join
isolators together. The isolators, joining elements, and
connections comprise the isolation system. The joining
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elements are typically located immediately above the isolators;
however, there are many ways to provide this framing, and this
section is not meant to exclude other types of systems. It is
important to note that the elements and the connections of the
isolation system are designed for Vb level forces, while elements
immediately above the isolation system are designed for Vs level
forces.

Although ductility detailing for the connections in the isolation
system is not required, and these elements are designed to remain
elastic with Vb level forces using R= 1.0, in some cases it may
still be prudent to incorporate ductility detailing in these con-
nections (where possible) to protect against unforeseen loading.
This incorporation has been accomplished in the past by provid-
ing connection details similar to those used for a seismic force-
resisting system of Table 12.2-1, with connection moment and
shear strengths beyond the code minimum requirements. Ways of
accomplishing this include factoring up the design forces for
these connections, or providing connections with moment and
shear strengths capable of developing the expected plastic mo-
ment strength of the beam, similar to AISC 341 or ACI 318
requirements for ordinary moment frames (OMFs).

C17.2.6 Elements of Structures and Nonstructural
Components. To accommodate the differential horizontal and
vertical movement between the isolated building and the ground,
flexible utility connections are required. In addition, stiff
elements crossing the isolation interface (such as stairs,
elevator shafts, and walls) must be detailed to accommodate
the total maximum displacement without compromising life
safety provisions.

The effectiveness and performance of different isolation
devices in building structures under a wide range of ground
motion excitations have been assessed through numerous exper-
imental and analytical studies (Kelly et al. 1980, Kelly and
Hodder 1981, Kelly and Chaloub 1990; Zayas et al. 1987;
Constantinou et al. 1999; Warn and Whittaker 2006; Buckle
et al. 2002; Kelly and Konstantinidis 2011). The experimental
programs included in these studies have typically consisted of
reduced-scale test specimens, constructed with relatively high
precision under laboratory conditions. These studies initially
focused on elastomeric bearing devices, although in recent years
the attention has shifted to the single- and multiconcave friction
pendulum bearings. The latter system provides the option for
longer isolated periods.

Recent full-scale shake table tests (Ryan et al. 2012) and
analytical studies (Katsaras 2008) have shown that the isolation
systems included in these studies with a combination of longer
periods, relatively high yield/friction levels and small yield
displacements will result in postearthquake residual displace-
ments. In these studies, residual displacements ranging from 2 to
6 in. (50 to 150 mm) were measured and computed for isolated
building structures with a period of 4 seconds or greater and a
yield level in the range of 8 to 15% of the structure’s weight. This
permanent offset may affect the serviceability of the structure and
possibly jeopardize the functionality of elements crossing the
isolation plane (such as fire protection and weatherproofing
elements, egress/entrance details, elevators, and joints of primary
piping systems). Since it may not be possible to recenter some
isolation systems, isolated structures with such characteristics
should be detailed to accommodate these permanent offsets.

The Katsaras report (2008) provides recommendations for
estimating the permanent residual displacement in any isolation
system based on an extensive analytical and parametric study.
The residual displacements measured in full-scale tests (Ryan
et al. 2012) are reasonably predicted by this procedure, which

uses an idealized bilinear isolation system, shown in Fig. C17.2-1.
The three variables that affect the residual displacement are the
isolated period (based on the second slope stiffness KD), the yield/
friction level (F0), and the yield displacement (Dy).

The procedure for estimating the permanent residual displace-
ment, Drd (see Eq. C17.2-1) is a function of the system yield
displacement Dy, the static residual displacement, Dr =F0∕Kp,
and Drm, which is a function of Dm, the maximum earthquake
displacement shown in Table C17.2-2. For most applications,
Drm is typically equal to Dr .

Drd =
0.87Drm�

1þ 4.3
Drm

Dr

��
1þ 31.7

Dy

Dr

� (C17.2-1)

Thus, there is a simple two-step process to estimate the
permanent residual displacement, Drd:

• Calculate the static residual displacement, Dr , based on the
isolated period (using the second slope stiffness, KD) and
the yield/friction levels. Table C17.2-3 provides values of
Dr for a range of periods from 2.5 to 20 seconds and a range
of yield/friction levels from 0.03 W to 0.15 W.

• Using the value of Dr calculated for the isolation system and
the yield displacement, Dy, of the system, the permanent
residual displacement, Drd, can be calculated from
Eq. (C17.2-1), and Tables C17.2-4 and C17.2-5 provide
the residual displacements for earthquake displacements
(Dm) of 10 in. and 20 in. (250 mm to 500 mm), respectively.

The cells with bold type in Tables C17.2-4 and C17.2-5
correspond to permanent residual displacements exceeding 2.0 in.
(50 mm). Note that for yield displacements of approximately
2.0 in. (50 mm), residual displacements will not occur for most
isolation systems.

FIGURE C17.2-1 Definitions of Static Residual Displacement Drm

for a Bilinear Hysteretic System

Table C17.2-2 Values of Static Residual Displacement, Drm

Range of Maximum Displacement, Dmax Static Residual Displacement, Drm

0 ≤ Dmax ≤ Dy 0
Dy ≤ Dmax < Dr þ 2Dy DrðDmax − DyÞ∕ðDr þ DyÞ
Dr þ 2Dy ≤ Dmax Dr
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C17.2.8 Isolation System Properties. This section defines and
combines sources of variability in isolation system mechanical
properties measured by prototype testing, permitted by

manufacturing specification tolerances, and occurring over the
life span of the structure because of aging and environmental
effects. Upper bound and lower bound values of isolation system
component behavior (e.g., for use in response history analysis
procedures) and maximum and minimum values of isolation
system effective stiffness and damping based on these bounding
properties (e.g., for use in equivalent lateral force procedures) are
established in this section. Values of property modification
factors vary by product and cannot be specified generically in
the provisions. Typical “default” values for the more commonly
used systems are provided below. The designer and peer reviewer
are responsible for determining appropriate values of these
factors on a project-specific and product-specific basis.
This section also refines the concept of bounding (upper

bound and lower bound) values of isolation system component
behavior by

1. Explicitly including variability caused by manufacturing
tolerances, aging, and environmental effects. ASCE/SEI
7-10 only addressed variability associated with prototype
testing and

2. Simplifying design by basing bounding measures of am-
plitude-dependent behavior on only MCER ground
motions. ASCE/SEI 7-10 used both design earthquake
(DE) and MCER ground motions.

The new section also refines the concept of maximum and
minimum effective stiffness and damping of the isolation system
by use of revised formulas that

1. Define effective properties of the isolation system on
bounding values of component behavior (i.e., same two
refinements, described above) and

2. Eliminates the intentional conservatism of ASCE/SEI 7-10
that defines minimum effective damping in terms of maxi-
mum effective stiffness.

C17.2.8.2 Isolator Unit Nominal Properties. Isolator
manufacturers typically supply nominal design properties that
are reasonably accurate and can be confirmed by prototype tests
in the design and construction phases. These nominal properties
should be based on past prototype tests as defined in
Section 17.8.2; see Fig. C17.2-2.

C17.2.8.3 Bounding Properties of Isolation System
Components. The methodology for establishing lower and
upper bound values for isolator basic mechanical properties
based on property modification factors was first presented in
Constantinou et al. (1999). It has since then been revised in
Constantinou et al. (2007) based on the latest knowledge of

Table C17.2-3 Values of Static Residual Displacement, Dr (in.), for
Various Isolated Periods, T (s), and Yield/Friction Levels, F 0

F 0

T (s ) 0.03 0.06 0.09 0.12 0.15

2.5 1.8 3.6 5.3 7.1 8.9
2.8 2.4 4.7 7.1 9.5 11.9
3.5 3.6 7.1 10.7 14.2 17.8
4.0 4.7 9.5 14.2 19.0 23.7
5.0 7.2 14.5 21.7 28.9 36.1
5.6 9.2 18.5 27.7 37.0 46.2
6.0 10.7 21.3 32.0 42.7 53.3
7.0 14.2 28.4 42.7 56.9 71.1
8.0 18.7 37.4 56.2 74.9 93.6
9.0 23.7 47.4 71.1 94.8 118.5
20.1 118.5 237.0 355.5 474.0 592.5

Note: 1 in. = 25 mm.

Table C17.2-4 Permanent Residual Displacement, Drd , for a
Maximum Earthquake Displacement, Dm , of 10 in. (250 mm)

Dy (in.)

Dr (in.) 0.005 0.01 0.02 0.20 0.39 0.59 0.98 1.97

4.0 0.63 0.60 0.56 0.25 0.16 0.11 0.07 0.04
7.9 1.28 1.25 1.21 0.73 0.50 0.39 0.26 0.14
11.9 1.86 1.84 1.79 1.22 0.90 0.71 0.50 0.27
15.8 2.32 2.30 2.25 1.67 1.29 1.04 0.75 0.43
19.8 2.72 2.70 2.66 2.07 1.65 1.37 1.01 0.59
23.7 3.08 3.06 3.02 2.43 1.99 1.68 1.27 0.76
27.7 3.39 3.37 3.34 2.75 2.30 1.97 1.51 0.92
31.6 3.68 3.66 3.62 3.05 2.59 2.24 1.75 1.09
35.6 3.93 3.91 3.87 3.32 2.85 2.49 1.97 1.25
39.5 4.16 4.14 4.11 3.56 3.09 2.73 2.19 1.41

Note: 1 in. = 25 mm.
Bold values designate Drd values of 2 inches or more.

Table C17.2-5 Permanent Residual Displacements, Drd , for a
Maximum Earthquake Displacement, Dm , of 20 in. (500 mm)

Dy (in.)

Dr (in.) 0.005 0.01 0.02 0.20 0.39 0.59 0.98 1.97

4.0 0.63 0.60 0.56 0.25 0.16 0.11 0.07 0.04
7.9 1.28 1.25 1.21 0.73 0.50 0.39 0.26 0.15
11.9 1.93 1.90 1.85 1.28 0.95 0.76 0.54 0.31
15.8 2.58 2.55 2.50 1.86 1.45 1.19 0.87 0.52
19.8 3.23 3.20 3.15 2.47 1.98 1.65 1.24 0.75
23.7 3.75 3.72 3.67 2.97 2.45 2.08 1.59 0.99
27.7 4.22 4.20 4.15 3.45 2.90 2.50 1.95 1.24
31.6 4.67 4.64 4.60 3.90 3.33 2.90 2.30 1.50
35.6 5.08 5.06 5.02 4.32 3.74 3.30 2.65 1.76
39.5 5.47 5.45 5.41 4.72 4.13 3.67 2.99 2.02

Note: 1 in. = 25 mm.
Bold values designate Drd values of 2 inches or more.

FIGURE C17.2-2 Example of the Nominal Properties of a Bilinear
Force Deflection System
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lifetime behavior of isolators. The methodology presented uses
property modification factors to adjust isolator nominal
properties based on considerations of natural variability in
properties, effects of heating during cyclic motion, and the
effects of aging, contamination, ambient temperature and
duration of exposure to that temperature, and history of
loading. The nominal mechanical properties should be based
on prototype (or representative) testing on isolators not
previously tested, at normal temperature and under dynamic
loading.

The methodology also modifies the property modification
factors to account for the unlikely situation of having several
events of low probability of occurrence occur at the same time
(i.e., maximum earthquake, aging, and low temperature) by use
of property adjustment factors that are dependent on the signifi-
cance of the structure analyzed (values range from 0.66 for a
typical structure to 1.0 for a critical structure). This standard
presumes that the property adjustment factor is 0.75. However,
the registered design professional may opt to use the value of 1.0
based on the significance of the structure (e.g., health-care
facilities or emergency operation centers) or based on the number
of extreme events considered in the establishment of the property
modification factor. For example, if only aging is considered,
then a property adjustment factor of unity is appropriate.

Examples of application in the analysis and design of bridges
may be found in Constantinou et al. (2011). These examples may
serve as guidance in the application of the methodology in this
standard. Constantinou et al. (2011) also presents procedures for
estimating the nominal properties of lead-rubber and friction
pendulum isolators, again based on the assumption that prototype
test data are not available. Data used in the estimation of the
range of properties were based on available test data, all of which
were selected to heighten heating effects. Such data would be
appropriate for cases of high-velocity motion and large lead core
size or high friction values.

Recommended values for the specification tolerance on the
average properties of all isolators of a given size isolator are
typically in the �10% to �15% range. For a �10% specification
tolerance, the corresponding lambda factors would be
λðspec, maxÞ = 1.10 and λðspec, minÞ = 0.90. Variations in individ-
ual isolator properties are typically greater than the tolerance on the
average properties of all isolators of a given size as presented in
Section 17.2.8.4. It is recommended that the isolator manufacturer
be consulted when establishing these tolerance values.

Section 17.2.8.4 requires the isolation system to be designed
with consideration given to environmental conditions, including
aging effects, creep, fatigue, and operating temperatures. The
individual aging and environmental factors are multiplied togeth-
er and then the portion of the lambda factor differing from unity
is reduced by 0.75 based on the assumption that not all of the
maximum values will occur simultaneously. As part of the
design process, it is important to recognize that there will be
additional variations in the nominal properties because of
manufacturing. The next section specifies the property modifi-
cation factors corresponding to the manufacturing process or
default values if manufacturer-specific data are not available.
These factors are combined with the property modification
factors (Section 17.2.8.4) to determine the maximum and mini-
mum properties of the isolators (Section 17.2.8.5) for use in the
design and analysis process.

The lambda-test values λtest,max and λtest,min are determined
from prototype testing and shall bound the variability and
degradation in properties caused by speed of motion, heating
effects, and scragging from Item 2 of Section 17.8.2.2. The
registered design professional (RDP) shall specify whether this

testing is performed quasi-statically, as in Item 2(a), or dynami-
cally, as in Item 2(b). When testing is performed quasi-statically,
the dynamic effects shall be accounted for in analysis and design
using appropriate adjustment of the lambda-test values.

Item 3 of the testing requirements of Section 17.8.2.2 is
important for property determination since it is common to Item
2. Using this testing, the lambda-test values λtest, max and
λtest, min may be determined by three fully reversed cycles of
dynamic (at the effective period TM) loading at the maximum
displacement 1.0DM on full-scale specimens. This test regime
incorporates the effects of high-speed motion. The upper and
lower bound values of Kd shall also envelop the 0.67DM and
1.0DM tests of Item 2 of Section 17.8.2.2. Therefore, the lambda-
test values bound the effects of heating and scragging. As defined
by Section 17.2.8.2, the nominal property of interest is defined as
the average among the three cycles of loading. λtest,max shall be
determined as the ratio of the first cycle property to the nominal
property value. λtest,min shall be determined as the ratio of the
property value at a representative cycle, determined by the RDP,
to the nominal property value. The number of cycles shall be
representative of the accepted performance of the isolation
system for the local seismic hazard conditions, with the default
cycle being the third cycle. A critique and guidance are provided
in McVitty and Constantinou (2015).

C17.2.8.4 Property Modification Factors. The lambda factors
are used to establish maximum and minimum mathematical
models for analysis, the simplest form of which is the linear
static procedure used to assess the minimum required design base
shear and system displacements. More complex mathematical
models account for various property variation effects explicitly
(e.g., velocity, axial load, bilateral displacement, and
instantaneous temperature). In this case, the cumulative effect
of the lambda factors reduces (the combined lambda factor is
closer to 1.0). However, some effects, such as specification
tolerance and aging, are likely to always remain since they
cannot be accounted for in mathematical models. Default
lambda factors are provided in Table C17.2-6 as isolators
from unknown manufacturers that do not have qualifi-
cation test data. Default lambda factors are provided in
Table C17.2-7 for most common types of isolators fabricated
by quality manufacturers. Note that this table does not have any
values of property modification factors for the actual stiffness
(Kd) of sliding isolators. It is presumed that sliding isolators,
whether flat or spherical, are produced with sufficiently high
accuracy that their actual stiffness characteristics are known. The
RDP may assign values of property modification factors different
than unity for the actual stiffness of sliding bearings on the basis
of data obtained in the prototype testing or on the basis of lack of
experience with unknown manufacturers. Also note that this
table provides values of property modification factors to
approximately account for uncertainties in the materials and
manufacturing methods used. These values presume lack of
test data or incomplete test data and unknown manufacturers.
For example, the values in Table C17.2-6 for sliding bearings
presume unknown materials for the sliding interfaces so that
there is considerable uncertainty in the friction coefficient values.
Also, the data presume that elastomers used in elastomeric
bearings have significant scragging and aging. Moreover, for
lead-rubber bearings, the data in the table presume that there is
considerable uncertainty in the starting value (before any
hysteretic heating effects) of the effective yield strength of lead.

Accordingly, there is a considerable range in the upper and
lower values of the property modification factors. Yet, these
values should be used with caution since low-quality fabricators
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could use materials and vulcanization and manufacturing process-
es that result in even greater property variations. The preferred
approach for establishing property modification factors is through
rigorous qualification testing of materials and manufacturing
methods by a quality manufacturer, and dynamic prototype testing
of full-size specimens, and by quality control testing at project-
specific loads and displacements. These test data on similar-sized
isolators take precedence over the default values.
For elastomeric isolators, lambda factors and prototype tests may

need to address axial–shear interaction, bilateral deformation, load
history including first cycle effects and the effects of scragging of

virgin elastomeric isolators, ambient temperature, other environ-
mental loads, and aging effects over the design life of the isolator.
For sliding isolators, lambda factors and prototype tests may

need to address contact pressure, rate of loading or sliding
velocity, bilateral deformation, ambient temperature, contamina-
tion, other environmental loads, and aging effects over the design
life of the isolator.
Rate of loading or velocity effects are best accounted for by

dynamic prototype testing of full-scale isolators. Property modi-
fication factors for accounting for these effects may be used in
lieu of dynamic testing.

Table C17.2-6 Default Upper and Lower Bound Multipliers for Unknown Manufacturers

Variable

Unlubricated
Interfaces,
μ or Qd

Lubricated
(Liquid)

Interfaces,
μ or Qd

Plain Low
Damping

Elastomeric,
K

Lead Rubber
Bearing

(LRB), Kd

Lead Rubber
Bearing

(LRB), Qd

High-Damping
Rubber

(HDR), Kd

High-Damping
Rubber

(HDR), Qd

Example: Aging and Environmental Factors
Aging, λa 1.3 1.8 1.3 1.3 1 1.4 1.3
Contamination, λc 1.2 1.4 1 1 1 1 1
Example Upper Bound, λðae,maxÞ 1.56 2.52 1.3 1.3 1 1.4 1.3
Example Lower Bound, λðae,minÞ 1 1 1 1 1 1 1
Example: Testing Factors
All cyclic effects, Upper 1.3 1.3 1.3 1.3 1.6 1.5 1.3
All cyclic effects, Lower 0.7 0.7 0.9 0.9 0.9 0.9 0.9
Example Upper Bound, λðtest, maxÞ 1.3 1.3 1.3 1.3 1.6 1.5 1.3
Example Lower Bound, λðtest, minÞ 0.7 0.7 0.9 0.9 0.9 0.9 0.9
λðPM, maxÞ = ð1þ ð0.75 � ðλðae, maxÞ − 1ÞÞÞ � λðtest, maxÞ 1.85 2.78 1.59 1.59 1.6 1.95 1.59
λðPM, minÞ = ð1 − ð0.75 � ð1 − λðae, minÞÞÞ � λðtest, minÞ 0.7 0.7 0.9 0.9 0.9 0.9 0.9
Lambda factor for Spec. Tolerance, λðspec,maxÞ 1.15 1.15 1.15 1.15 1.15 1.15 1.15
Lambda factor for Spec. Tolerance, λðspec,minÞ 0.85 0.85 0.85 0.85 0.85 0.85 0.85
Upper Bound Design Property Multiplier 2.12 3.2 1.83 1.83 1.84 2.24 1.83
Lower Bound Design Property Multiplier 0.6 0.6 0.77 0.77 0.77 0.77 0.77
Default Upper Bound Design Property Multiplier 2.1 3.2 1.8 1.8 1.8 2.2 1.8
Default Lower Bound Design Property Multiplier 0.6 0.6 0.8 0.8 0.8 0.8 0.8

Note: λPM is the lambda value for testing and environmental effects.

Table C17.2-7 Default Upper and Lower Bound Multipliers for Quality Manufacturers

Variable
Unlubricated

PTFE, μ
Lubricated
PTFE, μ

Rolling/
Sliding,

K2

Plain
Elastomerics,

K

Lead rubber
bearing

(LRB), K2

Lead rubber
bearing

(LRB), Qd

High-
Damping
Rubber

(HDR), Qd

High-
Damping
Rubber

(HDR),Kd

Example: Aging and Environmental Factors
Aging, λa 1.10 1.50 1.00 1.10 1.10 1.00 1.20 1.20
Contamination, λþ 1.10 1.10 1.00 1.00 1.00 1.00 1.00 1.00
Example Upper Bound, λðae,maxÞ 1.21 1.65 1.00 1.10 1.10 1.00 1.20 1.20
Example Lower Bound, λðae,minÞ 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
Example: Testing Factors
All cyclic effects, Upper 1.20 1.30 1.00 1.03 1.03 1.30 1.50 1.30
All cyclic effects, Lower 0.95 0.95 1.00 0.98 0.98 0.95 0.95 0.95
Example Upper Bound, λðtest, maxÞ 1.20 1.30 1.00 1.03 1.03 1.30 1.50 1.30
Example Lower Bound, λðtest, minÞ 0.95 0.95 1.00 0.98 0.98 0.95 0.95 0.95
λðPM, maxÞ = ð1þ ð0.75 � ðλðae,maxÞ − 1ÞÞÞ � λðtest, maxÞ 1.39 1.93 1.00 1.11 1.11 1.30 1.73 1.50
λðPM, minÞ = ð1 − ð0.75 � ð1 − λðae, minÞÞÞ � λðtest, minÞ 0.95 0.95 1.00 0.98 0.98 0.95 0.95 0.95
Lambda factor for Spec. Tolerance, λðspec,maxÞ 1.15 1.15 1.00 1.15 1.15 1.15 1.15 1.15
Lambda factor for Spec. Tolerance, λðspec,minÞ 0.85 0.85 1.00 0.85 0.85 0.85 0.85 0.85
Upper Bound Design Property Multiplier 1.60 2.22 1.00 1.27 1.27 1.50 1.98 1.72
Lower Bound Design Property Multiplier 0.81 0.81 1.00 0.83 0.83 0.81 0.81 0.81
Default Upper Bound Design Property Multiplier 1.6 2.25 1 1.3 1.3 1.5 2 1.7
Default Lower Bound Design Property Multiplier 0.8 0.8 1 0.8 0.8 0.8 0.8 0.8

Note: λPM is the lambda value for testing and environmental effects.
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Generally, ambient temperature effects can be ignored for
most isolation systems if they are in conditioned space where
the expected temperature varies between 30°F and 100°F.

The following comments are provided in the approach to be
followed for the determination of the bounding values of me-
chanical properties of isolators:

1. Heating effects (hysteretic or frictional) may be accounted
for on the basis of a rational theory (e.g., Kalpakidis and
Constantinou 2008, 2009; Kalpakidis et al. 2010) so that
only the effects of uncertainty in the nominal values of the
properties, aging, scragging, and contamination need to be
considered. This is true for lead-rubber bearings where lead
of high purity and of known thermomechanical properties
is used. For sliding bearings, the composition of the sliding
interface affects the relation of friction to temperature and
therefore cannot be predicted by theory alone. Moreover,
heating generated during high-speed motion may affect the
bond strength of liners. Given that there are numerous
sliding interfaces (and that they are typically proprietary),
that heating effects in sliding bearings are directly depen-
dent on pressure and velocity, and that size is important in
the heating effects (Constantinou et al. 2007), full-scale
dynamic prototype and production testing are very impor-
tant for sliding bearings.

2. Heating effects are important for sliding bearings and the
lead core in lead-rubber bearings. They are not important
and need not be considered for elastomeric bearings of
either low or high damping. The reason for this is described
in Constantinou et al. (2007), where it has been shown,
based on theory and experimental evidence, that the rise in
temperature of elastomeric bearings during cyclic motion
(about one degree centigrade per cycle) is too small to
significantly affect their mechanical properties. Prototype
and production testing of full-size specimens at the
expected loads and displacements should be sufficient to
detect poor material quality and poor material bonding in
plain elastomeric bearings, even if done quasi-statically.

3. Scragging and recovery to the virgin rubber properties (see
Constantinou et al. 2007 for details) are dependent on the
rubber compound, size of the isolator, the vulcanization
process, and the experience of the manufacturer. Also, it
has been observed that scragging effects are more pro-
nounced for rubber of low shear modulus and that the
damping capacity of the rubber has a small effect. It has
also been observed that some manufacturers are capable of
producing low-modulus rubber without significant scrag-
ging effects, whereas others cannot. It is therefore recom-
mended that the manufacturer should present data on the
behavior of the rubber under virgin conditions (not previ-
ously tested and immediately after vulcanization) so that
scragging property modification factors can be determined.
This factor is defined as the ratio of the effective stiffness in
the first cycle to the effectiveness stiffness in the third cycle,
typically obtained at a representative rubber shear strain
(e.g., 100%). It has been observed that this factor can be as
high as, or can exceed, a value of 2.0 for shear-modulus
rubber less than or equal to 0.45 MPa (65 psi). Also, it has
been observed that some manufacturers can produce rubber
with a shear modulus of 0.45 MPa (65 psi) and a scragging
factor of approximately 1.2 or less. Accordingly, it is
preferred to establish this factor by testing for each project
or to use materials qualified in past projects.

4. Aging in elastomeric bearings has in general small effects
(typically increases in stiffness and strength of the order of

10% to 30% over the lifetime of the structure), provided
that scragging is also minor. It is believed that scragging is
mostly the result of incomplete vulcanization, which is thus
associated with aging as chemical processes in the rubber
continue over time. Inexperienced manufacturers may
produce low shear modulus elastomers by incomplete
vulcanization, which should result in significant aging.

5. Aging in sliding bearings depends on the composition of
the sliding interface. There are important concerns with
bimetallic interfaces (Constantinou et al. 2007), even in the
absence of corrosion, so that they should be penalized by
large aging property modification factors or simply not
used. Also, lubricated interfaces warrant higher aging and
contamination property modification factors. The designer
can refer to Constantinou et al. (2007) for detailed values of
the factor depending on the conditions of operation and the
environment of exposure. Note that lubrication is meant to
be liquid lubrication typically applied either directly at the
interface or within dimples. Solid lubrication in the form of
graphite or similar materials that are integrated in the fabric
of liners and used in contact with stainless steel for the
sliding interface does not have the problems experienced
by liquid lubrication.

C17.2.8.5 Upper Bound and Lower Bound Force-Deflection
Behavior of Isolation System Components. An upper and
lower bound representation of each type of isolation system
component shall be developed using the lambda factors
developed in Section 17.2.8.4. An example of a bilinear force
deflection loop is shown in Fig. C17.2-2. In C17.2-3, the upper
and lower bound lambda factors are applied to the nominal
properties of the yield/friction level and the second or bilinear
slope of the lateral force-displacement curve to determine the

FIGURE C17.2-3 Example of the Upper and Lower Bound
Properties of a Bilinear Force Deflection System
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upper and lower bound representation of an isolation system
component. The nomenclature shown in Fig. C17.2-3 is
important to note. The effective stiffness and effective
damping are calculated for both the upper and lower bound
properties at the correspondingDM . The maximum and minimum
effective stiffness and effective damping are then developed from
these upper and lower bound lateral force-displacement
relationships in Section 17.2.8.6.

C17.3 SEISMIC GROUND MOTION CRITERIA

C17.3.1 Site-Specific Seismic Hazard. This new section
consolidates existing site-specific hazard requirements from
other sections.

C17.3.3 MCER Ground Motion Records. The MCER
spectrum is constructed from the SMS, SM1 parameters of
Section 11.4.5, or 11.4.6, or 11.4.7.
When vertical excitation is included in isolated building

response history analysis or response spectrum analysis, it is
recommended that the vertical design spectra be computed by
one of the following methods:

1. 2009 NEHRP Provisions (FEMA 2009) in new Chapter 23,
equivalent to Annex A of Chapter 15, where the term SDS is
replaced with SMS. The vertical spectrum is
computed based on near-fault or far-fault conditions
through the parameter Ss (short-period horizontal spectral
acceleration for the site), as well as soil conditions (site
classification).

2. Site-specific seismic hazard analysis using ground motion
prediction equations for vertical shaking.

3. Multiplying the ordinates of the target spectrum corre-
sponding to horizontal shaking by empirically based verti-
cal-to-horizontal ratios that may be dependent on vertical
period, site class, and proximity to fault.

4. Other approaches discussed in NIST GCR 11-917-15
(NIST 2011) consisting of a vertical conditional spectrum
or conditional mean spectrum, envelope scaling, and mean
spectral matching, or others.

Where response history analysis procedures are used, MCER
ground motions should consist of not less than seven pairs of
appropriate horizontal acceleration components.
Where vertical excitation is included in isolated building

response history analysis, scaling of the vertical ground motion
component may follow one of the following recommended
procedures:

• The vertical motions are spectrally matched to the design
vertical spectrum using a vertical period range of 0.2Tv to
1.5Tv, where Tv is the building’s primary vertical period of
vibration. A wider period range may be considered because
of uncertainty in the estimation of the primary vertical
period of the building.

• The vertical component should be scaled by the same factor
as the horizontal ground motion component(s). If the verti-
cal component is included in the response of the structure,
the response spectra of the vertical components of the
records should be evaluated for reasonableness by compar-
ing their spectra with a design vertical spectrum (NIST
2011).

If achieving a spectral fit to the vertical component spectrum is
desirable, the vertical components of the selected records can be
scaled by different factors than those used for horizontal com-
ponents. Amplitude scaling of vertical components to a target

vertical spectrum can be used using a least square error fit to a
vertical period range of 0.2Tv to 1.5Tv, where Tv is the building’s
primary vertical period of vibration. A wider period range may be
considered in this case because of uncertainty in the estimation of
the primary vertical period of the building.

C17.4 ANALYSIS PROCEDURE SELECTION

Three different analysis procedures are available for determining
design-level seismic loads: the equivalent lateral force (ELF)
procedure, the response spectrum procedure, and the response
history procedure. For the ELF procedure, simple equations
computing the lateral force demand at each level of the building
structure (similar to those for conventional, fixed-base structures)
are used to determine peak lateral displacement and design forces
as a function of spectral acceleration and isolated-structure period
and damping. The provisions of this section permit increased use
of the ELF procedure, recognizing that the ELF procedure is
adequate for isolated structures whose response is dominated by
a single translational mode of vibration and whose superstructure
is designed to remain essentially elastic (limited ductility demand
and inelastic deformations) even for MCER level ground
motions. The ELF procedure is now permitted for the design
of isolated structures at all sites (except Site Class F) as long as
the superstructure is regular (as defined in new Section 17.2.2),
has a fixed-base period (T) that is well separated from the isolated
period (Tmin), and the isolation system meets certain “response
predictability” criteria with which typical and commonly used
isolation systems comply.
The design requirements for the structural system are based on

the forces and drifts obtained from the MCER earthquake using a
consistent set of upper and lower bound isolation system prop-
erties, as discussed in Section C17.5. The isolation system—

including all connections, supporting structural elements, and the
“gap”—is required to be designed (and tested) for 100% of
MCER demand. Structural elements above the isolation system
are now designed to remain essentially elastic for the MCER
earthquake. A similar fixed-base structure would be designed for
design earthquake loads (2∕3MCER) reduced by a factor of 6 to 8
rather than the MCER demand reduced by a factor of up to 2 for a
base-isolated structure.

C17.5 EQUIVALENT LATERAL FORCE PROCEDURE

The lateral displacements given in this section approximate
peak earthquake displacements of a single-degree-of-freedom,
linear-elastic system of period, T , and effective damping, β.
Eqs. (17.5-1) and (17.5-3) of ASCE 7-10 provided the peak
displacement in the isolation system at the center of mass for both
the DE and MCER earthquakes, respectively. In these prior
equations, as well as the current equation, the spectral accelera-
tion terms at the isolated period are based on the premise that the
longer period portion of the response spectra decayed as 1∕T .
This is a conservative assumption and is the same as that required
for design of a conventional, fixed-base structure of period TM .
A damping factor B, is used to decrease (or increase) the
computed displacement demand where the effective damping
coefficient of the isolation system is greater (or smaller) than 5%
of critical damping. A comparison of values obtained from
Eq. (17.5-1) and those obtained from nonlinear time history
analyses are given in Kircher et al. (1988) and Constantinou et al.
(1993).
The ELF formulas in this new edition compute minimum

lateral displacements and forces required for isolation system
design based only on MCER level demands, rather than on a
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combination of design earthquake and MCER levels, as in earlier
editions of the provisions.

The calculations are performed separately for upper bound and
lower bound isolation system properties, and the governing
case shall be considered for design. Upper bound properties
typically, but not always, result in a lower maximum displace-
ment (DM), higher damping (βM), and higher lateral forces
(Vb, Vst, Vs, and k).

Section 17.2.8 relates bounding values of effective period,
stiffness, and damping of the isolation system to upper bound
and lower bound lateral force-displacement behavior of the
isolators.

C17.5.3 Minimum Lateral Displacements Required for
Design

C17.5.3.1 Maximum Displacement. The provisions of this
section reflect the MCER-only basis for design and define
maximum MCER displacement in terms of MCER response
spectral acceleration, SM1, at the appropriate T .

In addition, and of equal significance, the maximum displace-
ment (DM) and the damping modification factor (BM) are deter-
mined separately for upper bound and lower bound isolation
system properties. In earlier provisions, the maximum displace-
ment (DM) was defined only in terms of the damping associated
with lower bound displacement, and this damping was combined
with the upper bound stiffness to determine the design forces.
This change is theoretically more correct, but it removes a
significant conservatism in the ELF design of the superstructure.
This reduction in superstructure design conservatism is offset by
the change from design earthquake to MCER ground motions as
the basis for superstructure design forces.

C17.5.3.2 Effective Period at the Maximum
Displacement. The provisions of this section are revised to
reflect the MCER-only basis for design and associated
changes in terminology (although maintaining the concept of
effective period). The effective period TM is also determined
separately for the upper and lower bound isolation properties.

C17.5.3.3 Total Maximum Displacement. The provisions of
this section are revised to reflect the MCER-only basis for design
and associated changes in terminology. Additionally, the formula
for calculating total (translational and torsional) maximum
MCER displacement has been revised to include a term and
corresponding equations that reward isolation systems
configured to resist torsion.

The isolation system for a seismically isolated structure should
be configured to minimize eccentricity between the center of
mass of the superstructure and the center of rigidity of the
isolation system, thus reducing the effects of torsion on the
displacement of isolation elements. For conventional structures,
allowance must be made for accidental eccentricity in both
horizontal directions. Fig. C17.5-1 illustrates the terminology
used in the standard. Eq. (17.5-3) provides a simplified formula
for estimating the response caused by torsion in lieu of a more
refined analysis. The additional component of displacement
caused by torsion increases the design displacement at the corner
of a structure by about 15% (for one perfectly square in plan) to
about 30% (for one long and rectangular in plan) if the eccen-
tricity is 5% of the maximum plan dimension. These calculated
torsional displacements correspond to structures with an isolation
system whose stiffness is uniformly distributed in plan. Isolation
systems that have stiffness concentrated toward the perimeter of
the structure, or certain sliding systems that minimize the effects
of mass eccentricity, result in smaller torsional displacements.

The standard permits values of DTM as small as 1.15DM , with
proper justification.

C17.5.4 Minimum Lateral Forces Required for
Design. Fig. C17.5-2 illustrates the terminology for elements
at, below, and above the isolation system. Eq. (17.5-5) specifies
the peak elastic seismic shear for design of all structural elements
at or below the isolation system (without reduction for ductile
response). Eq. (17.5-7) specifies the peak elastic seismic shear for
design of structural elements above the isolation system. For
structures that have appreciable inelastic-deformation capability,
this equation includes an effective reduction factor (RI = 3R∕8
not exceeding 2). This factor ensures essentially elastic behavior
of the superstructure above the isolators.

These provisions include two significant philosophic changes
in the method of calculating the elastic base shear for the
structure. In ASCE 7-10 and earlier versions of the provisions,
the elastic design base shear forces were determined from the
design earthquake (DE) using a mixture of the upper bound
effective stiffness and the maximum displacement obtained using
the lower bound properties of the isolation system, as shown
schematically in Fig. C17.5-3. This was known to be
conservative. The elastic design base shear is now calculated
from the MCER event with a consistent set of upper and lower
bound stiffness properties, as shown in Eq. (17.5-5) and
Fig. C17.5-3.

A comparison of the old elastic design base shears for a range
of isolation system design parameters and lambda factors using
the ASCE 7-10 provisions and those using these new provisions
is shown in Table C17.5-1. This comparison assumes that the DE
is 2∕3 the MCER and the longer period portion of both spectra
decay as S1∕T . Table C17.5-1 shows a comparison between
elastic design base shear calculated using the ASCE/SEI 7-10

Total maximum displacement
(maximum considered earthquake

corner of building)

Maximum displacement
(maximum considered earthquake

center of building)

Design displacement
(design earthquake
center of building)

TM

M

D

D

D

D

Plan view
of building

FIGURE C17.5-1 Displacement Terminology
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and 7-16 editions for a range of yield levels, second slopes, and
bounding property multipliers.
The dark gray cells in Table C17.5-1 indicate that the new

elastic design base shears are more than 10% higher than the old
provisions; the light gray cells indicate that the new elastic base
shears are 0 to 10% higher than the old provisions; and the white
cells indicate that the new elastic base shears are less than the old
provisions.

C17.5.4.1 Isolation System and Structural Elements below
the Base Level. The provisions of this section are revised to
reflect the MCER-only basis for design and associated changes in
terminology. A new paragraph was added to this section to
clarify that unreduced lateral loads should be used to
determine overturning forces on the isolation system.

C17.5.4.2 Structural Elements above the Base Level. The
provisions of this section are revised to reflect the MCER-only
basis for design and associated changes in terminology, including
the new concept of the “base level” as the first floor immediately
above the isolation system.

An exception has been added to allow values of RI to exceed
the current limit of 2.0, provided that the pushover strength of the
superstructure at the MCER drift or 0.015hsx story drift exceeds
(by 10%) the maximum MCER force at the isolation interface
(Vb). This exception directly addresses required strength and
associated limits on inelastic displacement for MCER demands.
The pushover method is addressed in ASCE 41 (2007).
A new formula (Eq. (17.5-7)) now defines lateral force on

elements above the base level in terms of reduced seismic weight
(seismic weight excluding the base level), and the effective
damping of the isolation system, based on recent work (York
and Ryan 2008). In this formulation, it is assumed that the base
level is located immediately (within 3.0 ft (0.9m) of top of
isolator) above the isolation interface. When the base level is
not located immediately above the isolation interface (e.g., there
is no floor slab just above the isolators), the full (unreduced)
seismic weight of the structure above the isolation interface is
used in Eq. (17.5-7) to conservatively define lateral forces on
elements above the base level.

C17.5.4.3 Limits on Vs . The provisions of this section are
revised to reflect the MCER-only basis for design and
associated changes in terminology.
In Section 17.5.4.3, the limits given on Vs are revised to clarify

that the force required to fully activate the isolation system
should be based on either the upper bound force-deflection
properties of the isolation system or 1.5 times nominal properties,
whichever is greater. Other limits include (a) the yield/friction
level to fully activate the isolation system and (b) the ultimate
capacity of a sacrificial wind-restraint system that is intended to
fail and release the superstructure during significant lateral load.
These limits are needed so that the superstructure does not

yield prematurely before the isolation system has been activated
and significantly displaced.

C17.5.5 Vertical Distribution of Force. The provisions of this
section are revised to incorporate a more accurate distribution of
shear over height considering the period of the superstructure and
the effective damping of the isolation system. The specified

Structure above the
isolation system

Structural elements that transfer
force between isolator units

Isolator
unit

Isolator
unit

interface

Isolation

FIGURE C17.5-2 Isolation System Terminology

FIGURE C17.5-3 Nominal, Upper Bound, and Lower Bound
Bilinear Hysteretic Properties of Typical Isolator Bearing
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method for vertical distribution of forces calculates the force at
the base level immediately above the base isolation plane, then
distributes the remainder of the base shear among the levels
above. That is, the mass of the “base slab” above the isolators is
not included in the vertical distribution of forces.

The proposed revision to the vertical force distribution is based
on recent analytical studies (York and Ryan 2008 in collabora-
tion with Structural Engineers Association of Northern Califor-
nia’s Protective Systems Subcommittee PSSC). Linear theory of
base isolation predicts that base shear is uniformly distributed
over the height of the building, while the equivalent lateral force
procedure of ASCE 7-10 prescribes a distribution of lateral forces
that increase linearly with increasing height. The uniform distri-
bution is consistent with the first mode shape of an isolated
building, and the linear distribution is consistent with the first
mode shape of a fixed-base building. However, a linear distribu-
tion may be overly conservative for an isolated building struc-
ture, especially for one- or two-story buildings with heavy base
mass relative to the roof.

The principle established in the York and Ryan (2008) study
was to develop two independent equations: one to predict the
superstructure base shear Vst relative to the base shear across the
isolators Vb, and a second to distribute Vst over the height of the
building. Considering a reduction in Vst relative to Vb allowed
for the often significant inertial forces at the base level, which can
be amplified because of disproportionate mass at the base level,
to be accounted for in design. The study also assumed that the
superstructure base shear was distributed over the height using a
‘k’ distribution (i.e., lateral force ∞wxh

k
x where wx is the weight

and hx the height to level x), where k= 0 is a uniform distribution
and k= 1 is a linear distribution. In the study, representative base-
isolated multistory single-bay frame models were developed, and
response history analysis was performed with a suite of 20
motions scaled to a target spectrum corresponding to the effective
isolation system parameters. Regression analysis was performed
to develop a best fit (relative to median results from response
history analysis) of the superstructure to base shear ratio and k
factor as a function of system parameters. The equations recom-
mended in York and Ryan (2008) provided the best “goodness of

fit” among several considered, with R2 values exceeding 0.95.
Note that Eqs. (17.5-8) and (17.5-11) in the code change are the
same as Eqs. (15) and (17) in York and Ryan (2008), with one
modification: the coefficient for k in Eq. (17.5-11) has been
modified to reflect that the reference plane for determining height
should be taken as the plane of isolation, which is below the
isolated base slab.

It is difficult to confirm in advance whether the upper bound or
lower bound isolation system response will govern the design of
the isolation system and structure. It is possible, and even likely,
that the distribution corresponding to upper bound isolation system
properties will govern the design of one portion of the structure,
and the lower bound distribution will govern another. For exam-
ple, lower bound isolation system response may produce a higher
displacement, DM , a lower damping, βM , but also a higher base
shear, Vb. This difference could result in a vertical force distribu-
tion that governs for the lower stories of the building. The
corresponding upper bound case, with lower displacement, DM ,
but higher damping, βM , might govern design of the upper part of
the structure, even though the base shear, Vb, is lower.

The proposal to adopt the approach in York and Ryan (2008) is
part of an overall revamp that will permit the equivalent static force
method to be extended to a wider class of buildings. In York and
Ryan (2008), the current method was shown to be quite conserva-
tive for systems with low to medium levels of damping combined
with stiff superstructures but unconservative for highly damped
systems or systems with relatively flexible superstructures.

The proposal has undergone a high level of scrutiny by the
code committee. First, regression analysis was performed using
the original York and Ryan (2008) response history data set to fit
several alternative distributions suggested by code committee
members that were intuitively more appealing. In all cases, the
equations recommended in York and Ryan (2008) were shown to
best fit the data. Second, a few code committee members
appropriately attempted to validate the equations using indepen-
dently generated response history analysis data sets. Much
discussion ensued following the discovery that the equations
were unconservative for a class of one- and two-story buildings
with long isolation periods and high levels of effective damping

Table C17.5-1 Comparison of Elastic Design Base Shears between ASCE 7-10 and 7-16

Upper Bound Multipliers Kd Yield Level Lower Bound Multipliers Kd Yield Level

MCER S1 = 1.5 1.15 1.6 0.85 0.85
T2 (s) 2.00 2.00 3.00 3.00 4.00 4.00 5.00 5 6 6
Yield Level 0.05 0.10 0.05 0.10 0.05 0.10 0.05 0.1 0.05 0.1
New, Vb∕W 0.80 0.66 0.47 0.42 0.33 0.33 0.26 0.28 0.21 0.26
ASCE 7-16/ASCE 7-10 1.14 1.02 1.08 0.91 1.02 0.84 0.96 0.83 0.91 0.82

1.0 1.6 1.0 0.85
New, Vb∕W 0.77 0.71 0.52 0.42 0.35 0.31 0.26 0.27 0.21 0.25
ASCE 7-16/ASCE 7-10 1.32 1.25 1.39 1.01 1.25 0.88 1.24 1.02 1.16 1.12
MCER S1 = 1.0 1.15 1.6 0.85 0.85
T2 (s) 2.00 2.00 3.00 3.00 4.00 4.00 5.00 5 6 6
Yield Level 0.05 0.10 0.05 0.10 0.05 0.10 0.05 0.1 0.05 0.1
New, Vb∕W 0.47 0.43 0.29 0.30 0.21 0.23 0.17 0.23 0.15 0.21
ASCE 7-16/ASCE 7-10 1.08 0.91 0.99 0.83 0.91 0.65 0.84 0.76 0.84 0.71

1.35 1.5 0.85 0.85
New, Vb∕W 0.54 0.47 0.33 0.32 0.24 0.29 0.19 0.22 0.16 0.20
ASCE 7-16/ASCE 7-10 1.12 0.99 1.05 0.90 0.99 0.92 0.94 0.82 0.90 0.81

1.3 1.3 0.85 0.85
New, Vb∕W 0.55 0.47 0.33 0.31 0.24 0.24 0.18 0.20 0.15 0.18
ASCE 7-16/ASCE 7-10 1.22 1.10 1.16 1.01 1.10 0.94 1.05 0.91 1.01 0.89

Note:Dark gray cells indicate that the new elastic design base shears are more than 10% higher than the old provisions; light gray cells indicate 0–10% higher than
old provisions.
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in the isolation system. This was most noticeable for one- and
two-story buildings, i.e., with relatively low Wst∕W ratios,
predominantly single-mode fixed-base response, and where
Tf b aligned with the period based on the initial stiffness of the
isolation system, Tk1. The York and Ryan (2008) data set was
confirmed to contain similar cases to those generated indepen-
dently, and the unconservatism was rationalized as a natural
outcome of the regression approach. In an attempt to remove the
unconservatism, equations were fit to the 84th percentile (median
þ1σ) vertical force distributions based on the original York and
Ryan (2008) data set. However, the resulting distributions were
unacceptably conservative and thus rejected.
The York and Ryan (2008) data set was subsequently expand-

ed to broaden the range of fixed-base periods for low-rise
structures and to provide additional confirmation of the indepen-
dent data set. In addition, isolation system hysteresis loop shape
was identified as the most significant factor in the degree of
higher mode participation, resulting in increased Vst∕Vb ratio and
k factor. The provisions now identify this variable as needing a
more conservative k factor.
When computing the vertical force distribution using the

equivalent linear force procedure, the provisions now divide
isolation systems into two broad categories according to the
shape of the hysteresis loop. Systems that have an abrupt
transition between preyield and postyield response (or preslip
and postslip for friction systems) are described as “strongly
bilinear” and have been found to typically have higher super-
structure accelerations and forces. Systems with a gradual or
multistage transition between pre- and postyield response are
described as “weakly bilinear” and were observed to have
relatively lower superstructure accelerations and forces, at least
for systems that fall within the historically adopted range of
system strength/friction values (nominal isolation system force at
zero displacement, Fo = 0.03 ×W to 0.07 ×W).
This limitation is acceptable because isolation systems with

strength levels that fall significantly outside the upper end of
this range are likely to have upper bound properties that do not
meet the limitations of Section 17.4.1, unless the postyield
stiffness or hazard level is high. Care should also be taken when
using the equations to assess the performance of isolation
systems at lower hazard levels because the equivalent damping
can increase beyond the range of applicability of the original
work.

Additional description of the two hysteresis loop types are
provided in Table C17.5-2. An example of a theoretical loop for
each system type is shown in Fig. C17.5-4.
Capturing this acceleration and force increase in the equivalent

linear force procedure requires an increase in the Vst∕Vb ratio
(Eq. (17.5-7) and the vertical force distribution k factor
(Eq. (17.5-11)). Consequently, the provisions require a different
exponent to be used in Eq. (17.5-7) for a system that exhibits
“strongly bilinear” behavior. Similar differences were observed
in the k factor (Eq. (17.5-11)), but these findings were judged to
be insufficiently well developed to include in the provisions at
this time, and the more conservative value for “strongly bilinear”
systems was adopted for both system types.
The exception in Section 17.5.5 is a tool to address the issue

identified in the one- and two-story buildings on a project-
specific basis and to simplify the design of seismically isolated
structures by eliminating the need to perform time-consuming
and complex response history analysis of complete 3D building
models each time the design is changed. At the beginning of the
project, a response history analysis of a simplified building model
(e.g., a stick model on isolators) is used to establish a custom
inertia force distribution for the project. The analysis of the 3D
building model can then be accomplished using simple static
analysis techniques.
The limitations on use of the equivalent linear force procedure

(Section 17.4.1) and on the response spectrum analysis procedure
(Section 17.4.2.1) provide some additional limits. Item 7a in
Section 17.4.1 requires a minimum restoring force, which effec-
tively limits postyield stiffness to Kd > Fo∕DM and also limits
effective damping to 32% for a bilinear system.
Items 2 and 3 in Section 17.4.1 limit the effective period, TM ≤

4.5 s and effective damping, βM ≤ 30% explicitly.

C17.5.6 Drift Limits. Drift limits are divided by Cd∕R for
fixed-base structures since displacements calculated for lateral
loads reduced by R are multiplied by Cd before checking drift.
The Cd term is used throughout the standard for fixed-base
structures to approximate the ratio of actual earthquake
response to response calculated for reduced forces. Generally,
Cd is 1∕2 to 4∕5 the value of R. For isolated structures, the RI
factor is used both to reduce lateral loads and to increase
displacements (calculated for reduced lateral loads) before
checking drift. Equivalency would be obtained if the drift

Table C17.5-2 Comparison of “Strongly Bilinear” and “Weakly Bilinear” Isolation Systems

System Type and Equation Terma
Pre- to Postyield Transition

Characteristics
Cyclic Behavior Below Bilinear

Yield/Slip Deformation
Example of

Hysteresis Loop Shape Example Systemsb

“Strongly bilinear” (1–3.5βM ) Abrupt transition from preyield
or preslip to postyield or

postslip

Essentially linear elastic, with
little energy dissipation

Fig. C17.5-4a • Flat sliding isolators with
rigid backing

• Single-concave FPS
• Double-concave FPS with

same friction coefficients top
and bottom

“Weakly bilinear” (1–2.5βM) Smooth or multistage transition
from preyield or preslip to

postyield or postslip

Exhibits energy dissipation
caused by yielding or initial
low-level friction stage slip

Fig. C17.5-4b • Elastomeric and viscous
dampers

• Triple-concave FPS
• High-damping rubber
• Lead-rubber
• Elastomeric-backed sliders

aEquation term refers to the exponent in Eq. (17.5-11).
bFPS is friction pendulum system.
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limits for both fixed-base and isolated structures were based on
their respective R factors. It may be noted that the drift limits for
isolated structures generally are more conservative than those for
conventional, fixed-base structures, even where fixed-base
structures are assigned to Risk Category IV. The maximum
story drift permitted for design of isolated structures is
constant for all risk categories.

C17.6 DYNAMIC ANALYSIS PROCEDURES

This section specifies the requirements and limits for dynamic
procedures.

A more detailed or refined study can be performed in accor-
dance with the analysis procedures described in this section,
compatible with the minimum requirements of Section 17.5.
Reasons for performing a more refined study include

1. The importance of the building.
2. The need to analyze possible structure-isolation system

interaction where the fixed-base period of the building is
greater than one-third of the isolated period.

3. The need to explicitly model the deformational character-
istics of the lateral force-resisting system where the struc-
ture above the isolation system is irregular.

4. The desirability of using site-specific ground motion data,
especially for very soft or liquefiable soils (Site Class F) or
for structures located where S1 is greater than 0.60.

5. The desirability of explicitly modeling the deformational
characteristics of the isolation system. This point is especially
important for systems that have damping characteristics that
are amplitude-dependent, rather than velocity-dependent,
because it is difficult to determine an appropriate value of
equivalent viscous damping for these systems.

Where response history analysis is used as the basis for design,
the design displacement of the isolation system and design forces
in elements of the structure above are computed from the average
of seven pairs of ground motion, each selected and scaled in
accordance with Section 17.3.2.

The provisions permit a 10% reduction of Vb below the
isolation system and 20% reduction of Vb for the structure above
the isolators if the structure is of regular configuration. The
displacement reduction should not be greater than 20% if a
dynamic analysis is performed.

In order to avoid the need to perform a large number of
nonlinear response history analyses that include the suites of
ground motions, the upper and lower bound isolator properties,

FIGURE C17.5-4 Example Isolation System Example Loops
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and five or more locations of the center of mass, this provision
allows the center-of-mass analysis results to be scaled and used to
account for the effects of mass eccentricity in different building
quadrants.
The following is a recommended method of developing

appropriate amplification factors for deformations and forces for
use with center-of-mass nonlinear response history analyses
(NRHAs) which account for the effects of accidental torsion.
The use of other rationally developed amplification factors is
permitted.
The most critical directions for shifting the calculated center of

mass are such that the accidental eccentricity adds to the inherent
eccentricity in each orthogonal direction at each level. For each
of these two eccentric mass positions, and with lower bound
isolator properties, the suite of NRHA analyses should be run and
the results processed in accordance with Section 17.6.3.4. The
analysis cases are defined in Table C17.6-1.
The results from Cases IIa and IIb are then compared in turn to

those from Case I. The following amplification factors (ratio of
Case IIa or IIb response to Case I response) are computed:

1. The amplification of isolator displacement at the plan
location with the largest isolator displacement;

2. The amplification of story drift in the structure at the plan
location with the highest drift, enveloped over all stories;
and

3. The amplification of frame-line shear forces at each story
for the frame subjected to the maximum drift.

The larger of the two resulting scalars on isolator displacement
should be used as the displacement amplification factor; the
larger of the two resulting scalars on drift should be used as the
deformation amplification factor; and the larger of the two
resulting scalars on force should be used as the force amplifica-
tion factor. Once the amplification factors are established, the
effects of accidental eccentricity should be considered as follows.
The nonlinear response history analysis procedure should be

carried out for the inherent mass eccentricity case only, consid-
ering both upper and lower bound isolator properties. For each
isolator property variation, response quantities should be com-
puted in accordance with Section 17.6.3.4. All resulting isolator
displacements should be increased by the displacement amplifi-
cation factor, all resulting deformation response quantities should
be increased by the deformation amplification factor, and all
resulting force quantities should be increased by the force
amplification before being used for evaluation or design.
The procedure for scaling of dynamic analysis results to the

ELF-based minima described in Section 17.6.4.3 is slightly
different for response spectrum versus response history analysis.
The reason for this difference is that it is necessary to create a
consistent basis of comparison between the dynamic response
quantities and the ELF-based minima (which are based on the
maximum direction). When response spectrum analysis is per-
formed, the isolator displacement, base shear, and story shear at
any level used for comparison with the ELF-based minima
already correspond to a single, maximum direction of excitation.

Thus, the vector sum of the 100%/30% directional combination
rule (as described in Section 17.6.3.3) need not be used. Note,
however, that while the 100%/30% directional combination rule
is not required in scaling response spectrum analysis results to the
ELF-based minima of Section 17.6.4.3, the 100%/30% direc-
tional combination rule is still required for design of the super-
structure by response spectrum analysis, per Section 17.6.3.3.
When nonlinear response history analysis is performed, the
isolator displacement and base shear for each ground motion is
calculated as the maximum of the vector sum of the two
orthogonal components (of displacement or base shear) at each
time step. The average of the maxima over all ground motions of
these displacement and base shear vector-sum values is then used
for comparison with the ELF-based minimum displacement and
base shear per Section 17.6.4.3.

C17.6.2 Modeling. Capturing the vertical response of a
building structure with a high degree of confidence may be a
challenging task. Nonetheless, when the effects of vertical
shaking are to be included in the analysis and/or design
process of an isolated building structure, the following
modeling recommendations are provided:

1. Vertical mass: All beams, columns, shear walls, and slabs
should be included in the model, and the vertical mass
should be distributed appropriately across the footprint of
each floor.

2. Foundation properties: A range of soil properties and
foundation damping should be considered in the analysis
procedure since horizontal and vertical ground motion
excitation can significantly affect building response.

3. Soil–foundation–structure interaction effects: Foundation
damping, embedment, and base slab averaging may alter
the vertical motions imparted on the structure as compared
to the free-field motions.

4. Degrees of freedom: Additional degrees of freedom (e.g.,
nodes along the span of a beam or slab) will need to be
added to the model to capture vertical effects.

5. Reduced time step: Since vertical ground motion excitation
and building response often occur at higher frequencies
than lateral excitation and response, a finer analysis time
step might be required when vertical motions are included.

C17.6.3.4 Response History Analysis Procedure. For sites
identified as near-fault, each pair of horizontal ground motion
components shall be rotated to the fault-normal and fault-parallel
directions of the causative faults and applied to the building in
such orientation.
For all other sites, each pair of horizontal ground motion

components shall be applied to the building at orthogonal
orientations such that the mean of the component response
spectra for the records applied in each direction is approximately
equal (�10%) to the mean of the component response spectra
of all records applied for the period range specified in
Section 17.3.3. Peer review would be the judge of “approximate-
ly equal.”

C17.7 DESIGN REVIEW

The provisions allow for a single peer reviewer to evaluate the
isolation system design. The reviewer should be a registered
design professional (RDP), and if the engineer of record (EOR) is
required to be a structural engineer (SE), the owner may consider
ensuring that there is one SE on the peer review team. On more
significant structures, it is likely that the design review panel may

Table C17.6-1 Analysis Cases for Establishing Amplification
Factors

Case Isolator Properties Accidental Eccentricity

I Lower bound No
IIa Lower bound Yes, X direction
IIb Lower bound Yes, Y direction
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include two or three individuals, but for many isolated structures,
a single, well-qualified peer reviewer is sufficient. If a manufac-
turer with unknown experience in the United States is selected as
the supplier, the building owner may require the design reviewer
to attend prototype tests.

The standard requires peer review to be performed by regis-
tered design professionals who are independent of the design
team and other project contractors. The reviewer or review panel
should include individuals with special expertise in one or more
aspects of the design, analysis, and implementation of seismic
isolation systems.

The peer reviewer or review panel should be identified before
the development of design criteria (including site-specific
ground-shaking criteria) and isolation system design options.
Furthermore, the review panel should have full access to all
pertinent information and the cooperation of the general design
team and regulatory agencies involved in the project.

C17.8 TESTING

The design displacements and forces determined using the
standard assume that the deformational characteristics of the
isolation system have been defined previously by comprehensive
testing. If comprehensive test data are not available for a system,
major design alterations in the structure may be necessary after
the tests are complete. This change would result from variations
in the isolation system properties assumed for design and those
obtained by test. Therefore, it is advisable that prototype tests of
systems be conducted during the early phases of design if
sufficient prototype test data are not available from a given
manufacturer.

The design displacements and forces determined using the
standard are based on the assumption that the deformational
characteristics of the isolation system have been defined previ-
ously by comprehensive qualification and prototype testing.
Variations in isolator properties are addressed by the use of
property variation factors that account for expected variation in
isolator and isolation system properties from the assumed nomi-
nal values. In practice, past prototype test data are very likely to
have been used to develop the estimated nominal values and
associated lambda factors used in the design process, as de-
scribed in Section 17.2.8.4.

When prototype testing is performed in accordance with
Section 17.8.2, it serves to validate and check the assumed
nominal properties and property variation factors used in the
design. Where project-specific prototype testing is not per-
formed, it is possible to perform a subset of the checks described
below on the isolator unit and isolation system test properties
using data from the quality control test program, described in
Section 17.8.5.

C17.8.2.2 Sequence and Cycles. Section 17.2.8.4 describes the
method by which minimum and maximum isolator properties for
design and analysis are established using property variation or
lambda (λ) factors to account for effects such as specification
tolerance, cyclic degradation, and aging. The structural analysis
is therefore performed twice, and the resulting demands are
enveloped for design. For force-based design parameters and
procedures, this requirement is relatively straightforward, as
typically one case or the other governs, primarily, but not
always, the upper bound. However, for components dependent
on both force and deformation, e.g., the isolators, there exist two
sets of axial load and displacement values for each required test.
Lower bound properties typically result in larger displacements
and smaller axial loads, whereas upper bound properties typically

result in smaller displacements and larger axial loads. To avoid
requiring that a complete set of duplicate tests be performed for
the lower and upper bound conditions, Section 17.8.2.2 requires
the results to be enveloped, combining the larger axial demands
from one case with the larger displacements from the other.
Strictly, these demands and displacement do not occur
simultaneously, but the enveloping process is conservative.

The enveloping process typically results in test axial loads that
correspond to the maximum properties and displacements that
correspond to minimum properties. Hence, the test results deter-
mined using the enveloped demands may not directly relate to the
design properties or analysis results determined for maximum
and minimum properties separately. However, since the test
demands envelop the performance range for the project, the
registered design professional is able to use them to determine
appropriate properties for both linear and nonlinear analysis
using the same philosophy as provided here.

Two alternate testing protocols are included in
Section 17.8.2.2. The traditional three-cycle tests are preserved
in Item 2(a) for consistency with past provisions. These tests can
be performed dynamically but have often been performed at slow
speed consistent with the capability of manufacturers’ testing
equipment. The alternate test sequence provided in Item 2(b) is
more suited to full-scale dynamic cyclic testing.

The Item (3) test displacement has been changed from DD to
DM , reflecting the focus of the provisions on only the MCER
event. Since this test is common to both test sequences 2(a) and 2
(b), it becomes important for property determination. This is the
only test required to be repeated at different axial loads when
isolators are also axial load-carrying elements, which is typically
the case. This change was made to counter the criticism that the
total test sequence of past provisions represented the equivalent
energy input of many MCER events back to back and that
prototype test programs could not be completed in a reasonable
time if any provision for isolator cooling and recovery was
included.

The current test program is therefore more reflective of code-
minimum required testing. The RDP and/or the isolator manu-
facturer may wish to perform additional testing to more
accurately characterize the isolator for a wider range of axial
loads and displacements than is provided here. For example, this
might include performing the Item 2(b) dynamic test at additional
axial loads once the code-required sequence is complete.

Heat effects for some systems may become significant, and
misleading, if insufficient cooling time is included between
adjacent tests. As a consequence, in test sequence 4 only five
cycles of continuous dynamic testing are required as this is a limit
of most test equipment. The first-cycle or scragging effects
observed in some isolators may recover with time, so back-to-
back testing may result in an underestimation of these effects.
Refer to Constantinou et al. (2007) and Kalpakidis and Con-
stantinou (2008) for additional information. The impact of this
behavior may be mitigated by basing cyclic lambda factors on
tests performed relatively early in the sequence before these
effects become significant.

C17.8.2.3 Dynamic Testing. Section 17.8.2.3 clarifies when
dynamic testing is required. Many common isolator types
exhibit velocity dependence, however, this testing can be
expensive and can only be performed by a limited number of
test facilities. The intent is not that dynamic testing of isolators be
performed for every project. Sufficient dynamic test data must be
available to characterize the cyclic performance of the isolator, in
particular the change in isolator properties during the test, i.e.,
with respect to the test average value. Dynamic testing must
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therefore be used to establish the λðtest,minÞ and λðtest,maxÞ values
used in Section 17.2.8.4, since these values are typically
underestimated from slow-speed test data. If project prototype
or production testing is to be performed at slow speeds, this
testing would also be used to establish factors that account for the
effect of velocity and heating on the test average values of keff ,
kd, and Eloop. These factors can either be thought of as a separate
set of velocity-correction factors to be applied on test average
values, or they can be incorporated into the λðtest,minÞ and
λðtest,maxÞ values themselves.
It may also be possible to modify the isolator mathematical

model, for example, to capture some or all of the isolator velocity
dependence, e.g., the change in yield level of the lead core in a
lead rubber bearing (LRB).
If project-specific prototype testing is undertaken, it may be

necessary to adjust the test sequence in recognition of the
capacity limitations of the test equipment, and this notion is
now explicitly recognized in Section 17.8.2.2. For example, tests
that simultaneously combine maximum velocity and maximum
displacement may exceed the capacity of the test equipment and
may also not be reflective of earthquake shaking characteristics.
A more detailed examination of analysis results may be required
to determine the maximum expected velocity corresponding to
the various test deformation levels and to establish appropriate
values for tests.
Refer to Constantinou et al. (2007) for additional information.

C17.8.2.4 Units Dependent on Bilateral Load. All types of
isolators have bilateral load dependence to some degree. The
mathematical models used in the structural analysis may include
some or all of the bilateral load characteristics for the particular
isolator type under consideration. If not, it may be necessary to
examine prototype test data to establish the impact on the isolator
force-deformation response as a result of the expected bilateral
loading demands. A bounding approach using lambda (λ) factors
is one method of addressing bilateral load effects that cannot be
readily incorporated in the isolator mathematical model.
Bilateral isolator testing is complex, and only a few test

facilities are capable of performing these tests. Project-specific
bilateral load testing has not typically been performed for isola-
tion projects completed to date. In lieu of performing project-
specific testing, less restrictive similarity requirements may be
considered by the registered design professional compared to
those required for test data submitted to satisfy similarity for
Sections 17.8.2.2 and 17.8.2.5. Refer to Constantinou et al.
(2007) for additional information.

C17.8.2.5 Maximum and Minimum Vertical Load. The
exception to Section 17.8.2.5 permits that the tests may be
performed twice, once with demands resulting from upper
bound properties and once with lower bound properties. This
option may be preferable for these isolator tests performed at
DTM since the isolator will be closer to its ultimate capacity.

C17.8.2.7 Testing Similar Units. Section 17.8.2.7 now
provides specific limits related to the acceptability of data
from testing of similar isolators. A wider range of
acceptability is permitted for dynamic test data.

1. The submitted test data should demonstrate the manufac-
turers’ ability to successfully produce isolators that are
comparable in size to the project prototypes, for the rele-
vant dimensional parameters, and to test them under force
and displacement demands equal to or comparable to those
required for the project.

2. It is preferred that the submitted test data necessary to
satisfy the registered design professional and design review

be for as few different isolator types and test programs as
possible. Nonetheless, it may be necessary to consider data
for isolator A to satisfy one aspect of the required project
prototype test program, and data from isolator B for
another.

3. For more complex types of testing, it may be necessary to
accept a wider variation of isolator dimension or test
demands than for tests that more fundamentally establish
the isolator nominal operating characteristics, e.g., the
testing required to characterize the isolator for loading rate
dependence (Section 17.8.2.3) and bilateral load depen-
dence (Section 17.8.2.4).

4. The registered design professional is not expected to
examine quality control procedures in detail to determine
whether the proposed isolators were manufactured using
sufficiently similar methods and materials. Rather, it is the
responsibility of the manufacturer to document the specific
differences, if any, preferably via traceable quality control
documentation and to substantiate that any variations are
not significant.

5. In some cases, the manufacturer may not wish to divulge
proprietary information regarding methods of isolator fab-
rication, materials, or quality control procedures. These
concerns may or may not be alleviated by confidentiality
agreements or other means to limit the distribution and
publication of sensitive material. Regardless, the final
acceptability of the test information of similar units is at
the sole discretion of the registered design professional and
the design review, and not the manufacturer.

6. Similarity can be especially problematic in a competitive
bid situation, when successful selection may hinge on the
success of one supplier in eliminating the need to fabricate
and test project-specific prototype isolators. This require-
ment can be addressed by determining acceptability of
similarity data before bid or by including more detailed
similarity acceptance provisions in the bid documentation
than have been provided herein.

Refer to Constantinou et al. (2007) and Shenton (1996) for
additional information.

C17.8.3 Determination of Force-Deflection Characteristics.
The method of determining the isolator effective stiffness and
effective damping ratio is specified in Eqs. (17.8-1) and (17.8-2).
Explicit direction is provided for establishment of effective
stiffness and effective damping ratio for each cycle of test. A
procedure is also provided for fitting a bilinear loop to a given
test cycle, or to an average test loop to determine the postyield
stiffness, kd. This process can be performed several different
ways; however, the fitted bilinear loop should also match
effective stiffness and energy dissipated per cycle from the
test. Once kd is established, the other properties of the bilinear
loop (e.g., f y, f o) all follow from the bilinear model.
Depending on the isolator type and the degree of sophistication

of the isolator hysteresis loop adopted in the analysis, additional
parameters may also be calculated, such as different
friction coefficients, tangent stiffness values, or trilinear loop
properties.
These parameters are used to develop a mathematical model of

the isolator test hysteresis that replicates, as near as possible, the
observed test response for a given test cycle. The model should
result in a very close match to the effective stiffness and effective
damping ratio and should result in a good visual fit to the
hysteresis loop with respect to the additional parameters. The
mathematic loop model must, at a minimum, match the effective
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stiffness and loop area from the test within the degree of variation
adopted within the λðspec,minÞ to λðspec,maxÞ range.

Data from the first cycle (or half cycle) of testing is not usually
representative of full-cycle behavior and is typically discarded by
manufacturers during data processing. An additional cycle (or
half cycle) is added at the end to provide the required number of
test cycles from which data can be extracted. However, the first
cycle of a test is often important when establishing upper bound
isolator properties and should be included when determining the
λðtest,minÞ and λðtest,maxÞ factors. The form of the test loop,
however, is different to that of a full-scale loop, particularly for
multistage isolator systems such as the double- or triple-concave
friction pendulum system. This form may require different
hysteresis parameters to be considered than the ones described
by the bilinear model in Fig. 17.8-1. The provisions permit the
use of different methods for fitting the loop, such as a straight-
line fit of kd directly to the hysteresis curve extending to DM
and then determining k1 to match Eloop, or an alternate is
defining Dy and Fy by visual fit and then determining kd to
match Eloop.

The effective stiffness and effective damping ratio are required
in linear static and linear response spectrum analysis. However,
even if a nonlinear response history analysis is performed, these
parameters are still required to check the required minimum
lateral displacements and lateral forces of Sections 17.5.3 and
17.5.4, respectively.

C17.8.4 Test Specimen Adequacy. For each isolator type, the
effective stiffness and effective damping ratio for a given test
axial load, test displacement, and cycle of test are determined in
accordance with Section 17.8.3. For the dynamic test sequence in
Item 2(a) in Section 17.8.2.2, there are two cycles at each
increment of test displacement; for the traditional slow-speed
sequence, there are three.

However, as part of a seismic isolation system, the axial load
on a given isolator varies during a single complete cycle of
loading. The required range of variation is assumed to be defined
by the test load combinations required in Section 17.2.4.6, and
the appropriate properties for analysis are assumed to be the
average of the properties at the three axial loads. The test
performed for Item (3) in Section 17.8.2.2 is critical to this
evaluation since it is the three-cycle test performed at all three
axial loads common to both the dynamic and slow-speed
sequence.

In addition, since all isolators must undergo the same total
horizontal cyclic loading as part of the same system, it is
therefore assumed to be appropriate to assemble the total seismic
isolation system properties using the following sequence:

1. Average the test results for a given isolator and cycle of
loading across the three test axial loads. Also compute
corresponding test lambda factors for each isolator type.

2. Sum up the total isolation system properties for each cycle of
loading according to the number of isolators of each type.

3. Determine the maximum and minimum values of total
system effective stiffness over the required three cycles
of testing and the corresponding values of the effective
damping ratio. Also compute the test lambda factors for the
overall isolation system.

Two sets of test lambda factors emerge from this process, those
applicable to individual isolators determined in (1) and those
applicable to the overall isolation system properties determined
in (3). In general, the test lambda factors for individual isolator
tests are similar to those for each isolator type, which are similar
to that for the overall isolation system. If this is the case, it may be

more convenient to simplify the lambda factors assumed during
design to reflect reasonable envelope values to be applied to all
isolator types.

However, if the test lambda factors that emerge from project-
specific prototype testing differ significantly from those assumed
during design, it may be helpful to build up the system properties
as described above, since the unexpectedly high test lambda
factors for one isolator type may be offset by test lambda factors
for another isolator type that were lower than the assumed values.
In this circumstance, the prototype test results may be considered
acceptable, provided that the torsional behavior of the system is
not significantly affected and that the isolator connection and
adjacent members can accommodate any resulting increase in
local force demands.

Also, note that a subset of the isolation system properties can
be determined from quality assessment and quality control
(production) testing. This testing is typically performed at an
axial load corresponding to the average Dþ 0.5L axial load for
the isolator type and to a displacement equal to 2∕3ðDMÞ. Keep in
mind that isolator properties with target nominal three-cycle
values estimated to match the average test value across three
axial loads may not exactly match the values from production
testing at the average dead load.

This result is most commonly observed with effective stiffness
and effective damping ratio values for friction-based isolators
since the average of the three test axial loads required in
Section 17.8.2.2 does not exactly match that present in the
isolator during the lateral analysis (the seismic weight, typically
1.0 × Dead Load). In this case, some additional adjustment of
properties may be required. Once the test effective stiffness and
effective damping ratio of the isolation system have been estab-
lished, these are compared to the values assumed for design in
Section 17.2.8.4, defined by the nominal values and the values of
λðtest,maxÞ and λðtest,minÞ.

In practice, instead of performing prototype tests for direct use
in analysis, it may be simpler to use prototype test data or data
from acceptable past testing of similar units (see Section 17.8.2.7)
to establish isolator property dependence relationships for such
things as axial load or velocity. If relationships are established for
applicable hysteresis-loop parameters, such as yield force, fric-
tion ratio, initial stiffness, and postyield stiffness, these can be
used to generate the required isolator unit and isolation system
effective stiffness and effective damping ratios for the project
over the required operating range.

C17.8.5 Production Tests. The number of production isolation
units to be tested in combined compression and shear is 100%.
Both quasi-static and dynamic tests are acceptable for all types of
isolators. If a quasi-static test is used, it must have been
performed as a part of the prototype tests. The registered
design professional (RDP) is responsible for defining in the
project specifications the scope of the manufacturing quality
control test program. The RDP decides on the acceptable
range of variations in the measured properties of the
production isolation units. All (100%) of the isolators of a
given type and size are tested in combined compression and
shear, and the allowable variation of the mean should be within
the specified tolerance of Section 17.2.8.4 (typically �10% or
�15%). Individual isolators may be permitted a wider variation
(�15% or �20%) from the nominal design properties. For
example, the mean of the characteristic strength, Q, for all
tested isolators might be permitted to vary no more than
�10% from the specified value of Q, but the characteristic
strength for any individual isolation unit might be permitted
to vary no more than �15% from the specified value of Q.
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Another commonly specified allowable range of deviation from
specified properties is �15% for the mean value of all tested
isolation units, and �20% for any single isolation unit.
The combined compression and shear testing of the isolators

reveals the most relevant characteristics of the completed isola-
tion unit and permits the RDP to verify that the production
isolation units provide load-deflection behavior that is consistent
with the structural design assumptions. Although vertical load-
deflection tests have sometimes been specified in quality control
testing programs, these test data are typically of little value.
Consideration should be given to the overall cost and schedule
effects of performing multiple types of quality control tests, and
only those tests that are directly relevant to verifying the design
properties of the isolation units should be specified.
Where project-specific prototype testing in accordance with

Section 17.8.2 is not performed, the production test program
should evaluate the performance of each isolator unit type for the
property variation effects from Section 17.2.8.4.
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CHAPTER C18

SEISMIC DESIGN REQUIREMENTS FOR STRUCTURES WITH DAMPING SYSTEMS

C18.1 GENERAL

The requirements of this chapter apply to all types of damping
systems, including both displacement-dependent damping
devices of hysteretic or friction systems and velocity-dependent
damping devices of viscous or viscoelastic systems (Soong and
Dargush 1997, Constantinou et al. 1998, Hanson and Soong
2001). Compliance with these requirements is intended to pro-
duce performance comparable to that for a structure with a
conventional seismic force-resisting system, but the same meth-
ods can be used to achieve higher performance.

The damping system (DS) is defined separately from the
seismic force-resisting system (SFRS), although the two systems
may have common elements. As illustrated in Fig. C18.1-1, the
DS may be external or internal to the structure and may have no
shared elements, some shared elements, or all elements in
common with the SFRS. Elements common to the DS and the
SFRS must be designed for a combination of the loads of the two
systems. When the DS and SFRS have no common elements, the
damper forces must be collected and transferred to members of
the SFRS.

C18.2 GENERAL DESIGN REQUIREMENTS

C18.2.1 System Requirements. Structures with a DS must
have an SFRS that provides a complete load path. The SFRS
must comply with all of the height, Seismic Design Category,
and redundancy limitations and with the detailing requirements
specified in this standard for the specific SFRS. The SFRS
without the damping system (as if damping devices were
disconnected) must be designed to have not less than 75% of
the strength required for structures without a DS that have that
type of SFRS (and not less than 100% if the structure is
horizontally or vertically irregular). The damping systems,
however, may be used to meet the drift limits (whether the
structure is regular or irregular). Having the SFRS designed for a
minimum of 75% of the strength required for structures without a
DS provides safety in the event of damping system malfunction
and produces a composite system with sufficient stiffness and
strength to have controlled lateral displacement response.

The analysis and design of the SFRS under the base shear,
Vmin, from Eqs. (18.2-1) or (18.2-2) or, if the exception applies,
under the unreduced base shear, V , should be based on a model of
the SFRS that excludes the damping system.

C18.2.1.2 Damping System. The DS must be designed for the
actual (unreduced) MCER forces (such as peak force occurring in
damping devices) and deflections. For certain elements of the DS
(such as the connections or the members into which the damping
devices frame), other than damping devices, limited yielding is
permitted provided that such behavior does not affect damping

system function or exceed the amount permitted for elements of
conventional structures by the standard.

Furthermore, force-controlled actions in elements of the DS must
consider seismic forces that are 1.2 times the computed average
MCER response. Note that this increase is applied for each element
action, rather than for each element. Force-controlled actions are
associated with brittle failure modes where inelastic deformation
capacity cannot be ensured. The 20% increase in seismic force for
these actions is required to safeguard against undesirable behavior.

C18.2.2 Seismic Ground Motion Criteria. It is likely that
many projects incorporating a supplemental damping system
simply use design earthquake (DE) and MCER spectra based
on the mapped values referenced in Chapter 11. Site-specific
spectra are always permitted and must be used for structures on
Site Class F.

When nonlinear response history analysis is used, ground
motions are selected, scaled or matched and applied in accor-
dance with the procedures of Chapter 16, with the exception that
a minimum of 7 rather than 11 ground motions are required. The
use of 7 motions is consistent with current practice for design of
code-compliant structures, and 7 is considered an adequate
number to estimate the mean response for a given hazard level.
No other provisions of Chapter 16 apply to structures incorpo-
rating supplemental damping systems.

C18.2.3 Procedure Selection. The nonlinear response history
procedure for structures incorporating supplemental damping
systems is the preferred procedure, and Chapter 18 is struc-
tured accordingly. This method, consistent with the majority of
current practice, provides the most realistic predictions of the
seismic response of the combined SFRS and DS. If the nonlinear
response history procedure is adopted, the relevant sections of
Chapter 18 are 18.1 through 18.6.

However, via the exception, response spectrum (RS) and
equivalent lateral force (ELF) analysis methods can be used for
design of structures with damping systems that meet certain
configuration and other limiting criteria (for example, at least two
damping devices at each story configured to resist torsion). In
such cases, additional nonlinear response history analysis is used
to confirm peak responses when the structure is located at a site
with S1 greater than or equal to 0.6. The analysis methods of
damped structures are based on nonlinear static “pushover”
characterization of the structure and calculation of peak response
using effective (secant) stiffness and effective damping proper-
ties of the first (pushover) mode in the direction of interest.
These concepts are used in Chapter 17 to characterize the force-
deflection properties of isolation systems, modified to incorpo-
rate explicitly the effects of ductility demand (post-yield
response) and higher mode response of structures with dampers.
Similar to conventional structures, damped structures generally
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yield during strong ground shaking, and their performance can be
influenced strongly by response of higher modes.
The RS and ELF procedures presented in Chapter 18 have

several simplifications and limits, outlined as follows:

1. A multiple-degree-of-freedom (MDOF) structure with a
damping system can be transformed into equivalent
single-degree-of-freedom (SDOF) systems using modal
decomposition procedures. This procedure assumes that
the collapse mechanism for the structure is an SDOF
mechanism so that the drift distribution over height can
be estimated reasonably using either the first mode shape or
another profile, such as an inverted triangle. Such proce-
dures do not strictly apply to either yielding buildings or
buildings that are nonproportionally damped.

2. The response of an inelastic SDOF system can be estimated
using equivalent linear properties and a 5% damped re-
sponse spectrum. Spectra for damping greater than 5% can
be established using damping coefficients, and velocity-
dependent forces can be established either by using the
pseudovelocity and modal information or by applying
correction factors to the pseudovelocity.

3. The nonlinear response of the structure can be represented
by a bilinear hysteretic relationship with zero postelastic
stiffness (elastoplastic behavior).

4. The yield strength of the structure can be estimated either
by performing simple plastic analysis or by using the

specified minimum seismic base shear and values of R,
Ω0, and Cd.

5. Higher modes need to be considered in the equivalent
lateral force procedure to capture their effects on velocity-
dependent forces. This requirement is reflected in the
residual mode procedure.

FEMA 440 (2005) presents a review of simplified procedures
for the analysis of yielding structures. The combined effects of the
simplifications mentioned above are reported by Ramirez et al.
(2001) and Pavlou and Constantinou (2004) based on studies of
three-story and six-story buildings with damping systems designed
by the procedures of the standard. The RS and ELF procedures of
the standard are found to provide conservative predictions of drift
and predictions of damper forces and member actions that are of
acceptable accuracy when compared to results of nonlinear dy-
namic response history analysis. When designed in accordance
with the standard, structures with damping systems are expected to
have structural performance at least as good as that of structures
without damping systems. Pavlou and Constantinou (2006) report
that structures with damping systems designed in accordance with
the standard provide the benefit of reduced secondary system
response, although this benefit is restricted to systems with added
viscous damping.
If either the RS or ELF procedures are adopted, the relevant

sections of Chapter 18 are Sections 18.1, 18.2, 18.5, 18.6,
and 18.7.

Internal damping devices    common elements

Internal damping devices    some shared elements

Internal damping devices    no shared elements

External damping devices

SFRS

SFRS

SFRS

SFRS

DS

DS

DS

DS

Dam
per

Damper
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per
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FIGURE C18.1-1 Damping System (DS) and Seismic Force-Resisting System (SFRS) Configurations
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C18.2.4.1 Device Design. Damping devices may operate on a
variety of principles and may use materials that affect their short-
term and long-term performance. This commentary provides
guidance on the behavior of some of these devices in order to
justify the language in the standard and in order to assist the
engineer in deciding on the upper and lower bound values of
mechanical properties of the devices for use in analysis and
design.

Damping devices that have found applications or have poten-
tial for application may be classified as follows:

1. Fluid viscous dampers (or oil dampers) that operate on the
principle of orificing of fluid, typically some form of oil
(Constantinou et al. 2007). These devices are typically
highly engineered and precision made so that their proper-
ties are known within a narrow range. That is, when the
devices are tested, their properties show small variability.
One issue is heating that may have significant effects
(Makris et al. 1998), which can be alleviated or eliminated
by using accumulators or by using materials with varying
thermal expansion properties so that the orifice size is
automatically adjusted with varying temperature.

However, their long-term behavior may be affected by a
variety of potential problems:
a. Devices using accumulators include valves that may fail

over time depending on the quality of construction and
history of operation. It is not possible to know if and
when a valve may fail.

b. Fluid is maintained in the device by seals between the
body and the moving piston of the device, which may
leak either as a result of wear caused by excessive
cumulative travel or poor construction. For buildings,
excessive cumulative travel is rarely an issue. When
seals leak, the output of the device reduces, depending
on the reduction of internal pressure of the device. It is
recommended that potential leakage of oil not be
considered in establishing lower bound values of prop-
erty modification factors (as it is not possible to know)
but rather a periodic inspection and maintenance pro-
gram recommended by the manufacturer be used to
detect problems and make corrections.

c. Orifices may be very small in diameter and therefore
may result in clogging when impure oil is used or the oil
is contaminated by particles of rubber used in the
sealing of fluid in poorly constructed devices or by
metal particles resulting from internal corrosion or
because of oil cavitation when poor-quality materials
are used. Typically, rubber should not be used in sealing
and parts should be threaded rather than welded or
connected by posttensioning. Larger diameter orifices
should be preferred.

2. Viscoelastic fluid or solid devices. These devices operate
on the principle of shearing of highly viscous fluids or
viscoelastic solids. These viscous fluids and viscoelastic
solids have a strong dependence of properties on frequency
and temperature. These effects should be assessed by
qualification testing. Their long-term behavior is deter-
mined by the behavior of the fluid or solid used, both of
which are expected to harden with time. The engineer
should ask the supplier for data on the aging of the material
based on observations in real time. Information based on
accelerated aging is not useful and should not be used
(Constantinou et al. 2007).

3. Metallic yielding devices. Yielding steel devices are typi-
cally manufactured of steel with yield properties that are

known within a narrow range. Nevertheless, the range of
values of the yield strength can be determined with simple
material tests. Also, testing some of the devices should be
used to verify the information obtained in coupon testing.
Aging is of least concern because corrosion may only
slightly reduce the section geometrical properties. An
inspection and maintenance program should eliminate the
concern for aging.

4. Friction devices. Friction devices operate on the principle
of preloaded sliding interfaces. There are two issues with
such devices:
a. The preload may reduce over time because of creep in

sliding interface materials or the preloading arrange-
ment, or wear in the sliding interface when there is
substantial service-load related motion or after high-
speed seismic motion. It is not possible to know what
the preload may be within the lifetime of the structure,
but the loss may be minimized when high-strength bolts
are used and high-strength/low-wear materials are used
for the sliding interface.

b. The friction coefficient at the sliding interface may
substantially change over time. The engineer is directed
to Constantinou et al. (2007) for a presentation on the
nature of friction and the short-term and long-term
behavior of some sliding interfaces. In general, reliable
and predictable results in the long-term friction may be
obtained when the sliding interface consists of a highly
polished metal (typically stainless steel) in contact with
a nonmetallic softer material that is loaded to high
pressure under confined conditions so that creep is
completed in a short time. However, such interfaces
also result in low friction (and thus are typically used in
sliding isolation bearings). The engineer is referred to
Chapter 17 and the related commentary for such cases.
Desirable high friction (from a performance standpoint)
may be obtained by use of metal to metal sliding
interfaces. However, some of these interfaces are abso-
lutely unreliable because they promote severe addition-
al corrosion and they should never be used (British
Standards Institution 1983). Other bimetallic interfaces
have the tendency to form solid solutions or interme-
tallic compounds with one another when in contact
without motion. This tendency leads to cold welding
(very high adhesion or very high friction). Such mate-
rials are identified by compatibility charts (Rabinowicz
1995). The original Rabinowicz charts categorized
pairs of metals as incompatible (low adhesion) to
compatible and identical (high adhesion). Based on
that characterization, identical metals and most bime-
tallic interfaces should be excluded from consideration
in sliding interfaces. Excluding interfaces that include
lead (too soft), molybdenum, silver, and gold (too
expensive), only interfaces of tin–chromium, cadmi-
um–aluminum, and copper–chromium are likely to
have low adhesion. Of these, the tin–chromium inter-
face has problems of additional corrosion (British
Standards Institution 1983) and should not be used.
Accordingly, only bimetallic interfaces of cadmium–

aluminum and copper–chromium may be useful. The
materials in these interfaces have similar hardness so
that creep-related effects are expected to be important,
leading to increased true area of contact and increased
friction force over time (Constantinou et al. 2007). This
increase leads to the conclusion that all bimetallic
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interfaces result in significant changes in friction force
over time that are not possible to predict, and therefore
these types of interfaces should not be used.

5. Lead extrusion devices. These devices operate on the
principle of extruding lead through an orifice. The behavior
of the device is dependent on the rate of loading and
temperature, and its force output reduces with increasing
cycling because of heating effects. These effects can be
quantified by testing so that the nominal properties and
property modification factors can be established. Leakage
of lead during the lifetime of the device is possible during
operation and provided that the seals fail, although the
effects cannot be expected to be significant. Leakage is
preventable by use of proven sealing technologies and by
qualification testing to verify (Skinner et al. 1993).

The registered design professional (RDP) must define the
ambient temperature and the design temperature range. The
ambient temperature is defined as the normal in-service temper-
ature of the damping device. For devices installed in interior
spaces, this temperature may be taken as 70°F, and the design
temperature range could come from the project mechanical
engineer. For devices installed exposed to exterior temperature
variation, the ambient temperature may be taken as the annual
average temperature at the site, and the design temperature range
may be taken as the annual minimum and maximum tempera-
tures. Since the design temperature range is implicitly tied to
MCER analysis through λ factors for temperature, the use of
maximum and minimum temperatures over the design life of the
structure are considered too severe.

C18.2.4.4 Nominal Design Properties. Device manufacturers
typically supply nominal design properties that are reasonably
accurate based on previous prototype test programs. The nominal
properties can be confirmed by project-specific prototype tests
during either the design or construction phases of the project.

C18.2.4.5 Maximum and Minimum Damper Properties

Specification Tolerance on Nominal Design Properties. As
part of the design process, it is important to recognize that there
are variations in the production damper properties from the
nominal properties. This difference is caused by manufac-
turing variation. Recommended values for the specification
tolerance on the average properties of all devices of a given
type and size are typically in the �10% to �15% range. For a
�10% specification tolerance, the corresponding λ factors would
be λðspec;maxÞ = 1.1 and λðspec;minÞ = 0.9. Variations for individual
device properties may be greater than the tolerance on the
average properties of all devices of a given type and size. It is
recommended that the device manufacturer be consulted when
establishing these tolerance values.

Property Variation (λ) Factors and Maximum and Minimum
Damper Properties. Section 18.2.4.5 requires the devices to be
analyzed and designed with consideration given to environmen-
tal conditions, including the effects of aging, creep, fatigue, and
operating temperatures. The individual aging and environmental
factors are multiplied together, and then the portion of the
resulting λ factor (λae) differing from unity is reduced by 0.75
based on the assumption that not all of the maximum/minimum
aging and environmental values occur simultaneously.
Results of prototype tests may also indicate the need to address

device behavior whereby tested properties differ from the nomi-
nal design properties because of test-related effects. Such behav-
ior may include velocity effects, first cycle effects, and any other
testing effects that cause behavior different from the nominal

design properties. This behavior is addressed through a testing λ
factor (λtest), which is a multiple of all the individual testing
effects.
The specification (λspec), environmental (λae) and testing (λtest)

factors are used to establish maximum (λmax) and minimum
(λmin) damper properties for each device type and size for use
in mathematical models of the damped structure in accordance
with Eqs. (18.2-3a) and (18.2-3b). These factors are typically
applied to whatever parameters govern the mathematical repre-
sentation of the device.
It should be noted that more sophisticated mathematical

models account for various property variation effects directly
(e.g., velocity or temperature). When such models are used, the
cumulative effect of the λ factors reduce (become closer to 1.0)
since some of the typical behaviors contributing to λmax and λmin
are already included explicitly in the model. Some effects, such
as specification tolerance and aging, will likely always remain
since they cannot be accounted for in mathematical models.

Example
Data from prototype testing, as defined in Section 18.6.1, are
used to illustrate the λ factors and the maximum and minimum
values to be used in analysis and design. The fluid viscous
damper under consideration has the following nominal force-
velocity constitutive relationship, with kips and inch units:

F =C sgnðVÞjV jα = 128 sgnðvÞjV j0.38

The solid line in Fig. C18.2-1 depicts the nominal force-
displacement relationship.
Prototype tests of damper corresponding to the following

conditions were conducted:

• Force-velocity characteristic tests, all conducted at ambient
temperature of 70°F.
○ 10 full cycles performed at various amplitudes.

• Temperature tests, three fully reversible cycles conducted at
various velocities at the following temperatures:
○ 40°F
○ 70°F
○ 100°F

The data from prototype tests for each cycle (maximum and
negative) are shown as data points in Fig. C18.2-1.
Also shown in the figure are the variations from nominal in the

force-velocity relationships for this damper. The relationships are
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obtained by changing the damper constant (C) value. No varia-
tion is considered for the velocity exponent, α. The following
diagrams are shown:

• A pair of lines corresponding to damper nominal constitu-
tive relationship computed with the C value increased or
decreased by 10%. These lines account for the λtest factors as
defined in Section 18.2.5.4: λðtest;maxÞ = 1.1, λðtest;minÞ = 0.9.

For these particular devices, the variation in properties
caused by aging and environmental factors is taken as
�5% (λðae;maxÞ = 1.05, λðae;minÞ = 0.95), and the specifica-
tion tolerance is set at �5% (λðspec;maxÞ = 1.05,
λðspec;minÞ = 0.95). These values should be developed in
conjunction with the device manufacturer based on their
history of production damper test data and experience with
aging and other environmental effects. Using these values
in Eqs. (18.2-3a) and (18.2-3b) results in λmax = 1.20 and
λmin = 0.82. These values satisfy the minimum variation
requirements of Section 18.2.4.5. They are rounded to
λmax = 1.2 and λmin = 0.8.

• A pair of lines corresponding to the cumulative maximum
and minimum λ values (accounting for testing, specification
tolerance, and other factors listed in Section 18.2.4.5) com-
puted with the nominal C value increased or decreased
by 20%.

For this example, analysis with minimum and maximum
damper properties should be conducted by using 80% and
120% of the nominal value for C, respectively. The analysis
with maximum damper properties typically produces larger
damper forces for use in the design of members and connections,
whereas the analysis with minimum damper properties typically
produces less total energy dissipation and hence larger drifts.

C18.2.4.6 Damping System Redundancy. This provision is
intended to discourage the use of damping systems with low
redundancy in any story. At least four damping devices should be
provided in each principal direction, with at least two devices in
each direction on each side of the center of stiffness to control
torsional response. In cases where there is low damping system
redundancy by this definition, all damping devices in all stories
must be capable of sustaining increased displacements (with
associated forces) and increased velocities (with associated
displacements and forces) relative to a system with adequate
redundancy. The penalty is 130%.

C18.3 NONLINEAR RESPONSE HISTORY
PROCEDURE

Those elements of the SFRS and the DS that respond essentially
elastically at MCER (based on a limit of 1.5 times the expected
strength calculated using ϕ= 1) are permitted to be modeled
elastically. Modeling parameters and acceptance criteria provid-
ed in ASCE 41, with a performance objective defined in Ta-
ble 2.2, as modified in this chapter, are deemed satisfactory to
meet the requirements of this section.

The hardware of all damping devices (for example, the
cylinder of a piston-type device) and the connections between
the damping devices and the remainder of the structure must
remain elastic at MCER (see Section 18.2.1.2). The nonlinear
behavior of all other elements of both the SFRS and the DS must
be modeled based on test data, which must not be extrapolated
beyond the tested deformations. Strength and stiffness degrada-
tion must be included if such behavior is indicated. However, the
damping system must not become nonlinear to such an extent
that its function is impaired.

Nonlinear response history analysis (NRHA) is performed at
both the design earthquake (DE) and the MCER levels. Acciden-
tal eccentricity is included at MCER but need not be included at
the DE level, since the SFRS design checks from Section 18.2.1.1
include accidental eccentricity. However, the results from the
NRHA at DE using a model of the combined SFRS and DS must
be used to recheck all elements of the SFRS, since the checks of
Section 18.2.1.1 are conducted using a representation of the
structure excluding the damping system. This requirement is
defined in Section 18.4.1. The damping system is designed and
evaluated based on the results of the MCER analyses, as defined
in Section 18.4.2.

For sites classified as near-fault, individual pairs of horizontal
ground motion components must be applied to the model to
reflect the fault-normal and fault-parallel directions. For all other
sites, each pair of horizontal ground motion components should
be applied to the building at orthogonal orientations such that the
mean of the component response spectra for the records applied
in each direction is approximately equal (close to �10%) to the
mean of the component response spectra of all records applied for
the period range specified in Section 18.2.2.2. The design
reviewer would be the judge of what constitutes “approximately
equal.”

C18.3.2 Accidental Mass Eccentricity. In order to avoid the
need to perform a large number of nonlinear response history
analyses that include the suites of ground motions, the upper and
lower bound damper properties, and five or more locations of the
center of mass, the exception in this provision allows the center-
of-mass analysis results to be scaled and used to account for the
effects of mass eccentricity in different building quadrants.

The following is one suggested method of developing appro-
priate amplification factors for deformations and forces for use
with center-of-mass NRHAs to account for the effects of acci-
dental eccentricity. The use of other rationally developed ampli-
fication factors is permitted and encouraged given that the
artificial shift of the center of mass changes the dynamic char-
acteristics of the analyzed structure and may lead to the paradox
of reduced torsional response with increasing accidental eccen-
tricity (Basu et al. 2014).

The most critical directions for moving the calculated center of
mass are such that the accidental eccentricity adds to the inherent
eccentricity in each orthogonal direction at each level. For each
of these two eccentric mass positions, and with minimum damper
properties, the suite of NRHAs should be run and the results
processed in accordance with Section 18.3.3. The analysis cases
are defined in Table C18.3-1.

The results from Cases IIa and IIb are then compared in turn to
those from Case I. The following amplification factors (ratio of
Case IIa or IIb response to Case I response) are computed:

(a) The amplification for story drift in the structure at the plan
location with the highest drift, enveloped over all stories;

(b) The amplification for frame-line shear forces at each story
for the frame subjected to the maximum drift.

Table C18.3-1 Analysis Cases for Establishing Amplification
Factors

Case Damper Properties Accidental Eccentricity

I Minimum No
IIa Minimum Yes, X direction
IIb Minimum Yes, Y direction
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The larger of the two resulting scalars on drift should be used
as the deformation amplifier, and the larger of the two resulting
scalars on force should be used as the force amplifier. Once the
amplification factors are established, the effects of accidental
eccentricity should be considered as follows.
The NRHA procedure should be run for the inherent mass

eccentricity case only, considering both maximum and minimum
damper properties. For each damper property variation, response
quantities should be computed in accordance with Section 18.3.3.
All resulting deformation response quantities should be increased
by the deformation amplifier, and all resulting force quantities
should be increased by the force amplifier before being used for
evaluation or design.

C18.4 SEISMIC LOAD CONDITIONS AND
ACCEPTANCE CRITERIA FOR NONLINEAR
RESPONSE HISTORY PROCEDURE

C18.4.1 Seismic Force-Resisting System. All elements of
the SFRS are checked under two conditions. First, the SFRS
(excluding the damping system) is checked under the minimum
base shear requirements of Section 18.2.1.1. Second, the de-
mands from the NRHA at DE (with a model of the com-
bined SFRS and DS) must be used to recheck all elements of
the SFRS.
There are three limiting values for the analytically computed

drift ratios at MCER. Table 12.12-1 lists the allowable drifts for
structures. These limiting drift ratios are checked against drift
ratio demands computed from the code procedure. Since the
code design is an implied DE intensity, the drift ratios in the
table are also intended to be used at analysis conducted at
this level.

1. 3% limit: For most common structures, the DE allowable
drift ratio (Δa=h) is 2%. Because for most cases, the ratio of
MCER to DE intensity is 1.5, then the allowable drift ratio
at MCER becomes 3% (1.5 × 2%).

2. 1.9 factor: When NRHA analysis is used, the code (Sec-
tion 16.2.4.3 of ASCE 7-10) allows the DE drift ratios
computed from analysis to be limited to 125% of the DE
drift ratio limits of Table 12.12-1. Therefore, the MCER
drift ratios are limited to 1.9 (approximately equal to
1.5 × 1.25) of limits of Table 12.12-1.

3. 1.5R=Cd factor: The deflections δx of Eq. (12.8-15) are
computed by amplifying the deflections computed from
analysis by the deflection amplification factor (Cd). The
elastic deflections used in Chapter 12 themselves are
computed at DE intensity using elastic analysis with forces
that are reduced by the response modification factor, R.
Thus, for the purpose of comparing drift ratios computed
from NRHA with Table 12.12-1, the entries of the table
need to be modified by the R=Cd factor for comparison at
DE level. Therefore, the allowable drift ratios at MCER
correspond to 1.5R=Cd of entries of the table.

Example: Five-Story Steel Special Moment Frames in Risk
Category I or II

• Allowable drift ratio from Table 12.12-1 = 2%.
• Allowable drift ratio for structures with dampers using
NRHA then would be the smallest of
○ 3%,
○ 1.9 × 2%= 3.8%, and
○ 1.5 × ð8=5.5Þ × 2%= 4.4%.

• 3% controls. Thus, all computed drift ratios from NRHA
should be 3% or less at MCER.

C18.5 DESIGN REVIEW

The independent design review of many structures incorporating
supplemental damping may be performed adequately by one
registered and appropriately experienced design professional.
However, for projects involving significant or critical structures,
it is recommended that a design review panel consisting of two or
three registered and appropriately experienced design profes-
sionals be used.

C18.6 TESTING

C18.6.1.2 Sequence and Cycles of Testing. The use of
1=ð1.5T1Þ as the testing frequency is based on a softening of
the combined SFRS and DS associated with a system ductility
of approximately 2. Test 2 (d) in Section 18.6.1.2 ensures that the
prototype damper is tested at the maximum force from analysis.
It should be noted that velocity-dependent devices (for example,

those devices characterized by F =Cα
v ) are not intended to be

characterized as frequency-dependent under item 4 of this section.

C18.6.1.3 Testing Similar Devices. In order for existing
prototype test data to be used to satisfy the requirement of
Section 18.6.1, the conditions of this provision must be
satisfied. It is imperative that identical manufacturing and
quality control procedures be used for the preexisting
prototype and the project-specific production damping devices.
The precise interpretations of “similar dimensional charac-
teristics, internal construction, and static and dynamic internal
pressures” and “similar maximum strokes and forces” are left to
the RDP and the design review team. However, variations in
these characteristics of the preexisting prototype device beyond
approximately �20% from the corresponding project-specific
values should be cause for concern.

C18.6.1.4 Determination of Force-Velocity-Displacement
Characteristics. When determining nominal properties (item
2) for damping devices whose first-cycle test properties differ
significantly from the average properties of the first three cycles,
an extra cycle may be added to the test, and the nominal
properties may be determined from the average value using
data from the second through fourth cycles. In this case, the
effect of first-cycle properties must be addressed explicitly and
included in the λmax factor. It should be noted that if the property
variation methodology of Sections 18.2.4.4 and 18.2.4.5 is
applied consistently, the maximum and minimum design
properties (Eqs. (18.2-4a) and (18.2-4b)) will be identical,
regardless of whether the nominal properties are taken from
the average of cycles 1 through 3 or cycles 2 through 4.

C18.6.2 Production Tests. The registered design professional
is responsible for defining in the project specifications the scope
of the production damper test program, including the allowable
variation in the average measured properties of the production
damping devices. The registered design professional must decide
on the acceptable variation of damper properties on a project-by-
project basis. This range must agree with the specification
tolerance from Section 18.2.4.5. The standard requires that all
production devices of a given type and size be tested.
Individual devices may be permitted a wider variation (typically

�15% or �20%) from the nominal design properties. For exam-
ple, in a device characterized by F =Cα

v , the mean of the force
at a specified velocity for all tested devices might be permitted to
vary no more than�10% from the specified value of force, but the
force at a specified velocity for any individual device might be
permitted to vary no more than �15% from the specified force.
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The production dynamic cyclic test is identical (except for
three versus five cycles) to one of the prototype tests of Sec-
tion 18.6.1.2, so that direct comparison of production and
prototype damper properties is possible.

The exception is intended to cover those devices that would
undergo yielding or be otherwise damaged under the production
test regime. The intent is that piston-type devices be 100%
production tested, since their properties cannot be shown to meet
the requirements of the project specifications without testing. For
other types of damping devices, whose properties can be demon-
strated to be in compliance with the project specifications by other
means (for example, via material testing and a manufacturing
quality control program), the dynamic cyclic testing of 100% of
the devices is not required. However, in this case, the RDP must
establish an alternative production test program to ensure the
quality of the production devices. Such a program would typically
focus on such things as manufacturing quality control procedures
(identical between prototype and production devices), material
testing of samples from a production run, welding procedures, and
dimensional control. At least one production device must be tested
at 0.67 times the MCER stroke at a frequency equal to 1=ð1.5T1Þ,
unless the complete project-specific prototype test program has
been performed on an identical device. If such a test results in
inelastic behavior in the device, or the device is otherwise
damaged, that device cannot be used for construction.

C18.7 ALTERNATE PROCEDURES AND
CORRESPONDING ACCEPTANCE CRITERIA

This section applies only to those cases where either the RS or the
ELF procedure is adopted.

C18.7.1 Response-Spectrum Procedure and C18.7.2 Equiv-
alent Lateral Force Procedure

Effective Damping. In the standard, the reduced response of a
structure with a damping system is characterized by the damping
coefficient, B, based on the effective damping, β, of the mode of
interest. This approach is the same as that used for isolated
structures. Like isolation, effective damping of the fundamental
mode of a damped structure is based on the nonlinear force-
deflection properties of the structure. For use with linear analysis
methods, nonlinear properties of the structure are inferred from
the overstrength factor, Ω0, and other terms.

Fig. C18.7-1 illustrates reduction in design earthquake re-
sponse of the fundamental mode caused by increased effective
damping (represented by coefficient, B1D). The capacity curve is
a plot of the nonlinear behavior of the fundamental mode in
spectral acceleration-displacement coordinates. The reduction
caused by damping is applied at the effective period of the
fundamental mode of vibration (based on the secant stiffness).

In general, effective damping is a combination of three
components:

1. Inherent Damping (βI )—Inherent damping of the structure
at or just below yield, excluding added viscous damping
(typically assumed to be 2–5% of critical for structural
systems without dampers).

2. Hysteretic Damping (βH)—Postyield hysteretic damping of
the seismic force-resisting system and elements of the
damping system at the amplitude of interest (taken as
0% of critical at or below yield).

3. Added Viscous Damping (βV )—The viscous component of
the damping system (taken as 0% for hysteretic or friction-
based damping systems).

Both hysteretic damping and added viscous damping are
amplitude-dependent, and the relative contributions to total
effective damping change with the amount of postyield response
of the structure. For example, adding dampers to a structure
decreases postyield displacement of the structure and, hence,
decreases the amount of hysteretic damping provided by the
seismic force-resisting system. If the displacements are reduced
to the point of yield, the hysteretic component of effective
damping is zero and the effective damping is equal to inherent
damping plus added viscous damping. If there is no damping
system (as in a conventional structure), effective damping simply
equals inherent damping.

Linear Analysis Methods. The section specifies design earth-
quake displacements, velocities, and forces in terms of design
earthquake spectral acceleration and modal properties. For equiv-
alent lateral force (ELF) analysis, response is defined by two
modes: the fundamental mode and the residual mode. The
residual mode is used to approximate the combined effects of
higher modes. Although typically of secondary importance to
story drift, higher modes can be a significant contributor to
story velocity and, hence, are important for design of velocity-
dependent damping devices. For response spectrum analysis,
higher modes are explicitly evaluated.

For both the ELF and the response spectrum analysis proce-
dures, response in the fundamental mode in the direction of
interest is based on assumed nonlinear (pushover) properties of
the structure. Nonlinear (pushover) properties, expressed in terms
of base shear and roof displacement, are related to building
capacity, expressed in terms of spectral coordinates, using mass
participation and other fundamental-mode factors shown in
Fig. C18.7-2. The conversion concepts and factors shown in
Fig. C18.7-2 are the same as those defined in Chapter 9 of ASCE/
SEI 41 (2014), which addresses seismic rehabilitation of a
structure with damping devices.

Where using linear analysis methods, the shape of the funda-
mental-mode pushover curve is not known, so an idealized
elastoplastic shape is assumed, as shown in Fig. C18.7-3. The
idealized pushover curve is intended to share a common point
with the actual pushover curve at the design earthquake displace-
ment, D1D. The idealized curve permits definition of the global

FIGURE C18.7-1 Effective Damping Reduction of Design Demand
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ductility demand caused by the design earthquake, μD, as the
ratio of design displacement, D1D, to yield displacement, DY .
This ductility factor is used to calculate various design factors; it
must not exceed the ductility capacity of the seismic force-
resisting system, μmax, which is calculated using factors for
conventional structural response. Design examples using linear
analysis methods have been developed and found to compare
well with the results of nonlinear time history analysis (Ramirez
et al. 2001).
Elements of the damping system are designed for fundamen-

tal-mode design earthquake forces corresponding to a base shear
value of VY (except that damping devices are designed and
prototypes are tested for maximum considered earthquake re-
sponse). Elements of the seismic force-resisting system are
designed for reduced fundamental-mode base shear, V1, where
force reduction is based on system overstrength (represented by
Ω0), multiplied by Cd=R for elastic analysis (where actual
pushover strength is not known). Reduction using the ratio
Cd=R is necessary because the standard provides values of Cd
that are less than those for R. Where the two parameters have
equal value and the structure is 5% damped under elastic
conditions, no adjustment is necessary. Because the analysis
methodology is based on calculating the actual story drifts and
damping device displacements (rather than the displacements

calculated for elastic conditions at the reduced base shear and
then multiplied by Cd), an adjustment is needed. Because actual
story drifts are calculated, the allowable story drift limits of
Table 12.12-1 are multiplied by R=Cd before use.

C18.7.3 Damped Response Modification

C18.7.3.1 Damping Coefficient. Values of the damping
coefficient, B, in Table 18.7-1 for design of damped structures
are the same as those in Table 17.5-1 for isolated structures
at damping levels up to 20% but extend to higher damping
levels based on results presented in Ramirez et al. (2001).
Table C18.7-1 compares values of the damping coefficient as
found in the standard and various resource documents and codes.
FEMA 440 (2005) and Eurocode 8 (2005) present equations for
the damping coefficient, B, whereas the other documents present
values of B in tabular format.
The equation in FEMA 440 is

B=
4

5.6 − lnð100βÞ

The equation in Eurocode 8 (2005) is

B=

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
0.05þ β
0.10

r

C18.7.3.2 Effective Damping. The effective damping is
calculated assuming that the structural system exhibits
perfectly bilinear hysteretic behavior characterized by the
effective ductility demand, μ, as described in Ramirez et al.
(2001). Effective damping is adjusted using the hysteresis loop
adjustment factor, qH , which is the actual area of the hysteresis
loop divided by the area of the assumed perfectly bilinear
hysteretic loop. In general, values of this factor are less than
unity. In Ramirez et al. (2001), expressions for this factor (which
they call Quality Factor) are too complex to serve as a simple
rule. Eq. (18.7-49) provides a simple estimate of this factor. The
equation predicts correctly the trend in the constant acceleration
domain of the response spectrum, and it is believed to be
conservative for flexible structures.

C18.7.4 Seismic Load Conditions and Acceptance Criteria
for RSA and ELF Procedures

C18.7.4.5 Seismic Load Conditions and Combination of
Modal Responses. Seismic design forces in elements of the
damping system are calculated at three distinct stages: maximum
displacement, maximum velocity, and maximum acceleration.

FIGURE C18.7-2 Pushover and Capacity Curves

FIGURE C18.7-3 Pushover and Capacity Curves

Table C18.7-1 Values of Damping Coefficient, B

Effective
Damping,
β (%)

Table 17.5-1 of ASCE/SEI 7
(2010), AASHTO (2010), CBC
(2013), seismically isolated

structures)

Table 18.6-1 of
ASCE/SEI 7 (2010)
(structures with

damping systems)

FEMA
440

(2005)
Eurocode
8 (2005)

2 0.8 0.8 0.8 0.8
5 1.0 1.0 1.0 1.0
10 1.2 1.2 1.2 1.2
20 1.5 1.5 1.5 1.6
30 1.7 1.8 1.8 1.9
40 1.9 2.1 2.1 2.1
50 2.0 2.4 2.4 2.3
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All three stages need to be checked for structures with velocity-
dependent damping systems. For displacement-dependent
damping systems, the first and third stages are identical,
whereas the second stage is inconsequential.

Force coefficients CmFD and CmFV are used to combine the
effects of forces calculated at the stages of maximum displace-
ment and maximum velocity to obtain the forces at maximum
acceleration. The coefficients are presented in tabular form based
on analytic expressions presented in Ramirez et al. (2001) and
account for nonlinear viscous behavior and inelastic structural
system behavior.
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CHAPTER C19

SOIL–STRUCTURE INTERACTION FOR SEISMIC DESIGN

C19.1 GENERAL

In an earthquake, the shaking is transmitted up through the
structure from the geologic media underlying and surrounding
the foundation. The response of a structure to earthquake shaking
is affected by interactions among three linked systems: the
structure, the foundation, and the geologic media underlying
and surrounding the foundation. The analysis procedures in
Chapters 12 and 15 idealize the response of the structure by
applying forces to the structure, which is typically assumed to
have a fixed base at the foundation–soil interface. In some cases,
the flexibility of the foundation elements and underlying soils is
included in the analysis model. The forces that are applied to the
structure are devised based on parameters representing free-field
ground motions. The term “free-field” refers to motions not
affected by structural vibrations or the foundation characteristics
of the specific structure and represents the condition for which the
design spectrum is derived using the procedures given in Chapter 11
and Chapter 21. In most cases, however, the motions at the
foundation that are imparted to the structure are different from
the free-field motions. This difference is caused by the effects of the
interaction of the structure and the geologic media. A seismic soil–
structure interaction (SSI) analysis evaluates the collective response
of these systems to a specified free-field ground motion.

SSI effects are absent for the theoretical condition of rigid
geologic media, which is typical of analytical models of structures.
Accordingly, SSI effects reflect the differences between the actual
response of the structure and the response for the theoretical, rigid
base condition. Visualized within this context, two following SSI
effects can significantly affect the response of structures:

1. Foundation Deformations. Flexural, axial, and shear
deformations of foundation elements occur as a result of
loads applied by the superstructure and the supporting
geologic media. Additionally, the underlying geologic
media deforms because of loads from the foundations.
Such deformations represent the seismic demand for which
foundation components should be designed. These defor-
mations can also significantly affect the overall system
behavior, especially with respect to damping.

2. Inertial SSI Effects. Inertia developed in a vibrating
structure gives rise to base shear, moment, and torsional
excitation, and these loads in turn cause displacements and
rotations of the foundation relative to the free-field dis-
placement. These relative displacements and rotations are
only possible because of flexibility in the soil–foundation
system, which can significantly contribute to the overall
structural flexibility in some cases. Moreover, the relative
foundation free-field motions give rise to energy dissipa-
tion via radiation damping (i.e., damping associated with
wave propagation into the ground away from the

foundation, which acts as the wave source) and hysteretic
soil damping, and this energy dissipation can significantly
affect the overall damping of the soil–foundation–structure
system. Because these effects are rooted in the structural
inertia, they are referred to as inertial interaction effects.

3. Kinematic SSI Effects. Kinematic SSI results from the
presence of foundation elements on or in soil that are much
stiffer than the surrounding soil. This difference in stiffness
causes foundation motions to deviate from free-field motion
as a result of base slab averaging and embedment effects.

Chapter 19 addresses both types of SSI effects. Procedures for
calculating kinematic and inertial SSI effects were taken from
recommendations in NIST GCR 12-917-21 (NIST 2012). Further
discussion of SSI effects can be found in this NIST document and
some of the references cited therein.

Substantial revisions have been made to Chapter 19 in this
edition of ASCE 7. They include (1) the introduction of formulas
for the stiffness and damping of rectangular foundations, (2) revi-
sions to the formulas for the reduction of base shear caused by SSI,
(3) reformulation of the effective damping ratio of the SSI system,
(4) introduction of an effective period lengthening ratio, which
appears in the formula for the effective damping ratio of the SSI
system, and which depends on the expected structural ductility
demand, and (5) the introduction of kinematic SSI provisions.
Most of these revisions come from the NIST GCR 12-917-21
(NIST 2012) report on SSI. However, the basic model of the
inertial SSI system has remained the same since SSI provisions
were first introduced in the ATC 3-06 report (ATC 1978).

The first effect, foundation deformation, is addressed by ex-
plicitly requiring the design professional to incorporate the defor-
mation characteristics of the foundation into their analysis model.
Including foundation deformations is essential for understanding
soil–structure interaction (SSI). Therefore, the flexibility of the
foundation must be modeled to capture translational and rotational
movement of the structure at the soil–foundation interface.

For the linear procedures, this requirement to model the
flexibility of the foundation and soil means that springs should
be placed in the model to approximate the effective linear
stiffness of the deformations of the underlying geologic media
and the foundation elements. This could be done by placing
isolated spring elements under the columns and walls, by explic-
itly modeling the foundation elements and geologic media in the
mathematical model, or some combination of the two. For the
response history procedure, this would mean that in addition to
the stiffness of the subsurface media and foundation elements,
the nonlinear parameters of those materials would be incorpo-
rated into the analytical model. Because of the uncertainty in
estimating the stiffness and deformation capacity of geologic
media, upper and lower bound estimates of the properties should
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be used and the condition that produces the more conservative
change in response parameters from a fixed-base structure must
be used.
Inertial interaction effects are addressed through the consider-

ation of foundation damping. Inertial interaction in structures
tends to be important for stiff structural systems such as shear
walls and braced frames, particularly where the foundation soil is
relatively soft. The provisions provide a method for estimating
radiation damping and soil hysteretic damping.
The two main kinematic interaction effects are included in

these provisions: base slab averaging and embedment effects.
The kinematic interaction effects cause the motion input into the
structure to be different from the free-field motions. The provi-
sions provide a means by which a free-field, site-specific re-
sponse spectrum can be modified to account for these kinematic
interaction effects to produce a foundation-input spectrum.
Site classes A and B are excluded from Chapter 19 because the

dynamic interaction between structures and rock is minimal
based on theory. Furthermore, there are no empirical data to
indicate otherwise.
Section 19.1.1 prohibits using the cap of Ss included in

Section 12.8.1.3 because of the belief that structures meeting
the requirements of that section have performed satisfactorily in
past earthquakes, partially because of SSI effects. Taking advan-
tage of that predetermined cap on Ss and then subsequently
reducing the base shear caused by SSI effects may therefore
amount to double-counting the SSI effects.

C19.2 SSI ADJUSTED STRUCTURAL DEMANDS

When the equivalent lateral force procedure is used, the equiva-
lent lateral force is computed using the period of the flexible base
structure and is modified for the SSI system damping. For the
modal analysis procedure, a response spectrum, which has been
modified for the SSI system damping and then divided by (R=Ie),
is input into the mathematical model. The lower bound limit on
the design base shear based on the equivalent lateral force
procedures per Section 12.9.1.4 still applies, but the equivalent
lateral force base shear modified to account for SSI effects
replaces the base shear for the fixed-base case.
For both the equivalent lateral force and response spectrum

procedures, the total reduction caused by SSI effects is limited to
a percentage of the base shear determined in accordance with
Section 12.8.1, which varies based on the R factor. This limita-
tion on potential reductions caused by SSI reflects the limited
understanding of how the effects of SSI interact with the R factor.
All of the SSI effects presented herein are based on theoretical
linear elastic models of the structure and geologic media. That is
why reductions of 30% are permitted for R= 3 or less. It is felt
that those systems exhibit limited inelastic response and there-
fore, a larger reduction in the design force caused by SSI should
be permitted. For higher R factor systems, where significant
damping caused by structural yielding is expected, the contribu-
tion of foundation damping is assumed to have little effect on the
reduction of the response. Some reduction is permitted because
of (1) an assumed period lengthening resulting from the incor-
poration of base flexibility, (2) potential reduction in mass
participation in the fundamental mode because two additional
degrees of freedom are present caused by translation and rotation
of the base, and (3) limited foundation damping interacting with
the structural damping.
Reductions to the response spectrum caused by the SSI system

damping and kinematic SSI effects are for the elastic 5% damped
response spectrum typically provided to characterize free-field
motion. In addition, studies have indicated that there is a fair

amount of uncertainty in the amount of kinematic SSI when
measured reductions between the free-field motion and the
foundation input motion are compared with the theoretical
models (Stewart 2000).
Reductions for kinematic SSI effects are not permitted for the

equivalent lateral force and modal response spectrum procedures.
The equations for predicting the kinematic SSI effects are based
on modifications to the linear elastic response spectrum. Studies
have not been performed to verify if they are similarly valid for
inelastic response spectra, on which the R factor procedures are
based. Additionally, the amount of the reduction for kinematic
SSI effects is dependent on the period of the structure, with the
greatest modifications occurring in the short period range. Be-
cause the fundamental periods of most structures lengthen as they
yield, what would potentially be a significant reduction at the
initial elastic period may become a smaller reduction as the
structure yields. Without an understanding of how the period
may lengthen in the equivalent lateral force or modal response
spectrum procedures, there is a potential for a user to overesti-
mate the reduction in the response parameters caused by kine-
matic SSI effects. Thus, their use is not permitted.
All types of SSI effects are permitted to be considered in a

response history analysis per Chapter 16. If SSI effects are
considered, the site-specific response spectrum should be used
as the target to which the acceleration histories are scaled. The
requirement to use a site-specific response spectrum was placed
in the provisions because of the belief that it provided a more
realistic definition of the earthquake shaking than is provided by
the design response spectrum and MCER response spectrum in
accordance with Sections 11.4.6 and 11.4.7. A more realistic
spectrum was required for proper consideration of SSI effects,
particularly kinematic SSI effects. The design response spectrum
and MCER response spectrum, in accordance with Sec-
tions 11.4.6 and 11.4.7, use predetermined factors to modify
the probabilistic or deterministic response spectrum for the soil
conditions. These factors are sufficient for most design situations.
However, if SSI effects are to be considered and the response
spectrum modified accordingly, then more accurate representa-
tions of how the underlying geologic media alter the spectral
ordinates should be included before the spectrum is modified
because of the SSI effects.
A site-specific response spectrum that includes the effects of

SSI can be developed with explicit consideration of SSI effects
by modifying the spectrum developed for free-field motions
through the use of the provisions in Sections 19.3 and 19.4. If
the foundation damping is not specifically modeled in the
analytical model of the structure, the input response spectrum
can include the effects of foundation damping. Typically, the
base slab averaging effect is not explicitly modeled in the
development of a site-specific response spectrum and the provi-
sions in Section 19.4.1 are used to modify the free-field, site-
specific response spectrum to obtain the foundation input
spectrum. Embedment effects can be modeled directly by devel-
oping the site-specific spectrum at the foundation base level, as
opposed to the ground surface. Alternatively, the site-specific
spectrum for the free field can be developed at the ground level
and the provisions of Section 19.4.2 can be used to adjust it to
the depth corresponding to the base of foundation.
The limitations on the reductions from the site-specific, free-

field spectrum to the foundation input spectrum are based on
several factors. The first is the scatter between measured ratios of
foundation input motion to free-field motion versus the ratios
from theoretical models (Stewart 2000). The second is the
inherent variability of the properties of the underlying geologic
media over the footprint of the structure. Whereas there is a
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requirement to bound the flexibility of the soil and foundation
springs, there are no corresponding bounding requirements
applied to the geologic media parameters used to compute the
foundation damping and kinematic SSI. The last factor is the
aforementioned lack of research into the interaction between SSI
effects and yielding structures. Some studies have shown that
there are reductions for most cases of SSI when coupled with an
R factor based approach (Jarernprasert et al. 2013).

A limitation was placed on the maximum reduction for an SSI
modified site-specific response spectrum with respect to the
response spectrum developed based on the USGS ground-motion
parameters and the site coefficients. This limitation is caused by
similar concerns expressed in Section C21.3 regarding the site-
specific hazard studies generating unreasonably low response
spectra. There is a similar concern that combining SSI effects
with site-specific ground motions could significantly reduce the
seismic demand from that based on the USGS ground-motion
parameters and the site coefficients. However, it was recognized
that these modifications are real and the limit could be relaxed,
but not eliminated, if there were (1) adequate peer review of the
site-specific seismic hazard analysis and the methods used to
determine the reductions attributable to SSI effects and (2) ap-
proval of the jurisdictional authority.

Peer review would include, but not be limited, to the
following:

1. Development of the site-specific response spectrum used to
scale the ground motions;

2. Determination of foundation stiffness and damping, includ-
ing the properties of the underlying subsurface media used
in the determination;

3. Confirmation that the base slab and first slab above the base
are sufficiently rigid to allow base slab averaging to occur,
including verification that the base slab is detailed to act as
a diaphragm; and

4. Assumptions used in the development of the soil and
radiation damping ratios.

The SSI effects can be used in a response history analysis per
Chapter 16. Two options for the modeling of the SSI are as
follows:

1. Create a nonlinear finite element (FE) model of the struc-
ture, foundation, and geologic media. The mesh for the
geologic media should extend to an appropriate depth and
horizontal distance away from the foundation with trans-
mitting boundaries along the sides to absorb outgoing
seismic waves generated by the foundation. The motion
should be input at the base of the FE model and should
propagate upward as shear waves. The free-field response
spectrum can be reduced for kinematic SSI only per the
provisions in Section 19.4, but embedment effects would
not be allowed in the reduction because the waves propa-
gating up from the depth of the foundation to the surface
would automatically include kinematic effects of
embedment.

2. Create a nonlinear finite element model of the structure and
foundation, with springs and dashpots attached to the
perimeter walls and base of the foundation to account for
the soil–foundation interaction. Guidance on the develop-
ment of dashpots can be found in NIST GCR 12-917-21
(NIST 2012). The free-field response spectrum can be
reduced for kinematic SSI per Section 19.4, but em-
bedment effects may or may not be allowed in the reduc-
tion depending on whether or not (i) the motion is allowed
to vary with depth along the embedded portion of the

foundation, and (ii) the free-field motion used as input
motion is defined at the ground surface or at the bottom of
the basement. The dashpots would account for the radiation
and hysteretic damping of the geologic media, either per
Section 19.3 or more detailed formulations.

C19.3 FOUNDATION DAMPING

The procedures in Section 19.3 are used to estimate an SSI
system damping ratio, β0, based on the underlying geologic
media and interaction of the structure and its foundation with
this geologic media. There are two main components that
contribute to foundation damping: soil hysteretic damping and
radiation damping. The provisions in this section provide sim-
plified ways to approximate these effects. However, they are
complex phenomena and there are considerably more detailed
methods to predict their effects on structures. The majority of the
provisions in this section are based on material in NIST GCR 12-
917-21 (NIST 2012). Detailed explanations of the background of
these provisions, supplemental references, and more sophisticat-
ed methods for predicting radiation damping can be found in
that report. However, those references do not provide the deri-
vation of the effective period lengthening ratio, ð~T=TÞeff given
by Eq. (19.3-2). This ratio appears in the equation for β0
(Eq. 19.3-1), and it is derived from the total displacement of
the mass of the SSI oscillator model resulting from a horizontal
force applied to the mass. A component of this displacement is
the displacement of the mass relative to its base, and it is equal to
the ductility demand, μ, times the elastic displacement of the
mass relative to the base. The other components of the total
displacement arise from displacement of the translational foun-
dation spring (Ky or Kr) and the translation resulting from the
rotational foundation spring (Kxx or Krr). The period lengthening
ratio, (~T=T) appearing in Eq. (19.3-2) is derived in the same
manner assuming that μ= 1.

Radiation damping refers to energy dissipation from wave
propagation away from the vibrating foundation. As the ground
shaking is transmitted into the structure’s foundation, the struc-
ture itself begins to translate and rock. The motion of the
foundation relative to the free-field motion creates waves in the
geologic media, which can act to counter the waves being
transmitted through the geologic media caused by the earthquake
shaking. The interference is dependent on the stiffness of the
geologic media and the structure, the size of the foundation, type
of underlying geologic media, and period of the structure. The
equations for radiation damping in Section 19.3.3 were taken
from NIST GCR 12-917-21 (NIST 2012); details of the deriva-
tion are found in Givens (2013).

In Section 19.3.3, the equations for Ky and Kxx, for rectangular
foundations, and the associated damping ratios, βy and βxx, come
from Pais and Kausel (1988) and are listed in Table 2-2a and
Table 2-3a in the NIST report. The corresponding static stiffness
equations for circular foundations in Section 19.3.4 were taken
from Veletsos and Verbic (1973); the other equations appearing
in Section 19.3.4 were adapted from equations in the NIST
report. The foundation stiffness and damping equations in these
two sections apply to surface foundations. The reasons for
excluding embedment effects are explained in the third paragraph
from the end of this subsection.

Soil hysteretic damping occurs because of shearing within the
soil and at the soil–foundation interface. Values of the equivalent
viscous damping ratio, βs, to model the hysteretic damping can
be obtained from site response analysis or Table 19.3-3.

Foundation damping effects, modeled by βf , tend to be
important for stiff structural systems such as shear walls and
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braced frames, particularly where they are supported on relative-
ly soft soil sites, such as Site Classes D and E. This effect is
determined by taking the ratio of the fundamental period of the
structure, including the flexibility of the foundation and under-
lying subsurface media (flexible-base model) and the fundamen-
tal period of the structure assuming infinite rigidity of the
foundation and underlying subsurface media (fixed-base model).
Analytically, this ratio can be determined by computing the
period of the structure with the foundation/soil springs in the
model and then replacing those springs with rigid support.
Fig. C19.3-1 illustrates the effect of the period ratio, ~T=T , on

the radiation damping, βr , which typically accounts for most of
the foundation damping. ~T=T is the ratio of the fundamental
period of the SSI system to the period of the fixed-base structure.
The figure shows that for structures with larger height, h, to
foundation half-width, B, aspect ratios, the effects of foundation
damping become less. In this figure, the aspect ratio of the
foundation is assumed to be square.
These inertial interaction effects are influenced considerably

by the shear modulus of the underlying subgrade, specifically
the modulus that coincides with the seismic shaking being
considered. As noted in the standard, shear modulus G can
be evaluated from small-strain shear wave velocity as
G= ðG=GoÞGo = ðG=GoÞγvso2=g (all terms defined in the stan-
dard). Shear wave velocity, vso, should be evaluated as the
average small-strain shear wave velocity within the effective
depth of influence below the foundation. The effective depth
should be taken as half the lesser dimension of the foundation,
which in the provisions is defined as B. Methods for measuring
vso (preferred) or estimating it from other soil properties are
summarized elsewhere (e.g., Kramer 1996).
The radiation damping procedure is conservative and under-

estimates the foundation damping for shaking in the long direc-
tion where the foundation aspect ratios exceed 2:1 but could be
potentially unconservative where wall and frame elements are
close enough so that waves emanating from distinct foundation
components destructively interfere with each other across the

period range of interest. That is why the limit of spacing of the
vertical lateral force-resisting elements is imposed on the use of
these provisions.
For structures supported on footings, the formulas for radia-

tion damping can generally be used with B and L calculated
using the footprint dimensions of the entire structure, provided
that the footings are interconnected with grade beams and/or a
sufficiently rigid slab on grade. An exception can occur for
structures with both shear walls and frames, for which the
rotation of the foundation beneath the wall may be independent
of that for the foundation beneath the column (this type is
referred to as weak rotational coupling). In such cases, B and L
are often best calculated using the dimensions of the wall
footing. Very stiff foundations like structural mats, which
provide strong rotational coupling, are best described using B
and L values that reflect the full foundation dimension. Regard-
less of the degree of rotational coupling, B and L should be
calculated using the full foundation dimension if foundation
elements are interconnected or continuous. Further discussion
can be found in FEMA 440 (FEMA 2005) and NIST GCR 12-
917-21 (NIST 2012).
The radiation damping provisions conservatively exclude the

effects of embedment. Embedment typically increases the
amount of radiation damping if the basement or below-grade
foundation stays in contact with the soil on all sides. Because
there is typically some gapping between the soil and the sides
of the basement or foundation, these embedment effects may be
less than the models predict. There are some additional issues
with the procedures for embedded foundations. For the case
where the embedment is significant but the soils along the sides
are much more flexible than the bearing soils, a high impedance
contrast between the first two layers is recognized as a potential
problem regardless of the embedment. The NIST GCR 12-917-21
(NIST 2012) report therefore recommends ignoring the additional
contributions caused by embedment but still using the soil prop-
erties derived below the embedded base.
The equations in Sections 19.3.3 and 19.3.4 are for shallow

foundations. This is not to say that radiation damping does not
occur with deep (pile or caisson) foundation systems, but the
phenomenon is more complex. Soil layering and group effects
are important, and there are the issues of the possible con-
tributions of the bottom structural slab and pile caps. Because
the provisions are based on the impedance produced by a rigid
plate in soil, these items cannot be easily taken into account.
Therefore, more detailed modeling of the soil and the embed-
ded foundations is required to determine the foundation impe-
dances. The provisions permit such modeling but do not
provide specific guidance for it. Guidance can be found for
example in NIST GCR 12-917-21 (NIST 2012) and its
references.
Soil hysteretic damping occurs as seismic waves propagate

through the subsurface media and reach the base of the structure,
and it can have an effect on the overall system damping when the
soil strains are high. Table 19.3-3 in the provisions was derived
based on relationships found in EPRI (1993) and Vucetic and
Dobry (1991) that relate the ratio between G=G0 to cyclic shear
strain in the soil, and then to soil damping. The values in the table
are based on conservative assumptions about overburden pres-
sures on granular soils and plasticity index of clayey soils. This
simplified approach does not preclude the geotechnical engineer
from providing more detailed estimates of soil damping. How-
ever, the cap on reductions in the seismic demand are typically
reached at around an additional 5% hysteretic damping ratio
(10% total damping ratio), and further reductions would require
peer review.

FIGURE C19.3-1 Example of Radiation Damping
Source: NIST 2012.
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C19.4 KINEMATIC SSI EFFECTS

Kinematic SSI effects are broadly defined as the difference
between the ground motion measured in a free-field condition
and the motion which would be measured at the structure’s
foundation, assuming that it and the structure were massless (i.e.,
inertial SSI was absent). The differences between free-field and
foundation input motions are caused by the characteristics of the
structure foundation, exclusive of the soil and radiation damping
effects in the preceding section. There are two main types of
kinematic interaction effects: base slab averaging and em-
bedment. The provisions provide simplified methods for captur-
ing these effects. The basis for the provisions and additional
background material can be found in FEMA 440 (FEMA 2005)
and NIST GCR 12-917-21 (NIST 2012).

FEMA 440 (FEMA 2005) specifically recommends against
applying these provisions to very soft soil sites such as E and F.
These provisions allow kinematic SSI for Site Class E but retain
the prohibition for Site Class F. That is not to say that kinematic
interaction effects are not present at Site Class F sites, but that
these specific provisions should not be used; rather, more detailed
site-specific assessments are permitted to be used to determine
the possible modifications at those sites.

In addition to the prescriptive methods contained in the standard,
there are also provisions that allow for direct computation of the
transfer function of the free-field motion to a foundation input
motion caused by base slab averaging or embedment. Guidance on
how to develop these transfer functions can be found in NIST GCR
12-917-21 (NIST 2012) and the references contained therein.

C19.4.1 Base Slab Averaging. Base slab averaging refers to the
filtering of high-frequency portions of the ground shaking caused
by the incongruence of motion over the base. For this filtering to
occur, the base of the structure must be rigid or semirigid with
respect to the vertical lateral force-resisting elements and the
underlying soil. If the motions are out of phase from one end of
the foundation to the other and the foundation is sufficiently
rigid, then the motion on the foundation would be different from
the ground motion at either end. The ground motions at any point
under the structure are not in phase with ground motions at other
points along the base of the structure. That incongruence leads to
interference over the base of the structure, which translates into
the motions imparted to the foundation, which are different from
the ground motions. Typically, this phenomenon results in a
filtering out of short-period motions, which is why the reduction
effect is much more pronounced in structures with short
fundamental periods, as illustrated in Fig. C19.4-1.

Fig. C19.4-1 illustrates the increase in reduction as the base
area parameter, be, increases. This parameter is computed as the
square root of the foundation area. Therefore, for larger founda-
tions, base slab averaging effects are more significant.

For base slab averaging effects to occur, foundation components
must be interconnected with grade beams or a concrete slab that is
sufficiently stiff to permit the base to move as a unit and allow this
filtering effect to occur. That is why requirements are placed on the
rigidity of the foundation diaphragm relative to the vertical lateral
force-resisting elements at the first story. Additionally, requirements
are placed on the floor diaphragm or roof diaphragm, in the case of a
one-story structure needing to be stiff in order for this filtering of
ground motion to occur. FEMA 440 (FEMA 2005) indicates that
there is a lack of data regarding this effect when either the base slab
is not interconnected or the floor diaphragms are flexible. It is
postulated that reductions between the ground motion and the
foundation input motion may still occur. Because cases like this
have not been studied in FEMA 440 (FEMA 2005) and NIST GCR

12-917-21 (NIST 2012) explicitly, the requirements for foundation
connectivity and stiff or rigid diaphragms above the foundation
have been incorporated into the provisions.

The underlying models have only been studied up to an
effective base size of 260 ft (79.2 m), which is why that limitation
has been placed on Eq. (19.4-4). FEMA 440 (FEMA 2005)
postulates that this effect is likely to still occur for larger base
areas, but there has not been sufficient study to compare the
underlying equations to data at larger effective base sizes.

Also, because the reduction can become quite significant and
because studies of these phenomena have indicated variability
between the theoretically predicted modifications and actual mea-
sured modifications (Stewart et al. 1999, Stewart 2000), a 0.75
factor is applied to the equations that are found in NIST GCR 12-
917-21 (NIST 2012) to provide an upper bound estimate of the
reduction factors with respect to the theoretical models. This is why
the equations differ from those found in FEMA 440 (FEMA 2005).

Lastly, the method has not been rigorously studied for struc-
tures on piles (NIST 2012); however, it is considered reasonable
to extend the application to pile-supported structures in which the
pile caps are in contact with the soil and are laterally connected to
one another. Another justification is that some of the empirical
data for kinematic SSI come from pile-supported structures.

C19.4.2 Embedment. The kinematic interaction effects caused
by embedment occur because the seismic motions vary with depth
below the ground surface. It is common for these effects to be
directly considered in a site-specific response spectrum by generat-
ing response spectra and acceleration histories at the embedded base
of the structure instead of the ground surface. If that is not done,
then these effects can be accounted for using the provisions in this
section. However, these provisions should not be used if the
response spectrum has already been developed at the embedded
base of the structure. The embedment effect model was largely
based on studies of structures with basements. The provisions can
also be applied to structures with embedded foundations without
basements where the foundation is laterally connected at the plane
taken as the embedment depth. However, the provisions are not
applicable to embedded individual spread footings.

As with base slab averaging, the reduction can become quite
significant, and studies of these phenomena have indicated
variability between the theoretically predicted modifications and
actual measured modifications (Stewart et al. 1999). Again, a
0.75 factor is applied to the equations found in NIST GCR 12-
917-21 (NIST 2012) to provide a slightly conservative estimate
of the reductions with respect to the theoretical models. This is
why the equations differ from those found in FEMA 440 (FEMA

FIGURE C19.4-1 Example of Base Slab Averaging Response
Spectra Ratios
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2005) and NIST GCR 12-917-21 (NIST 2012). Additionally, the
underlying models upon which the provisions are based have
only been validated in NIST GCR 12-917-21 (NIST 2012) up to
an effective embedment depth of approximately 20 ft (6.096 m),
which is why a depth limitation has been placed on Eq. (19.2-4).
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CHAPTER C20

SITE CLASSIFICATION PROCEDURE FOR SEISMIC DESIGN

C20.1 SITE CLASSIFICATION

Site classification procedures are given in Chapter 20 for the
purpose of classifying the site and determining site coefficients
and site-adjusted risk-targeted maximum considered earthquake
ground motions in accordance with Section 11.4.3. Site classifi-
cation procedures are also used to define the site conditions for
which site-specific site response analyses are required to obtain
site ground motions in accordance with Section 11.4.7 and
Chapter 21.

C20.3 SITE CLASS DEFINITIONS

C20.3.1 Site Class F. Site Class F conditions are conditions for
which the site coefficients Fa and Fv in Tables 11.4-1 and 11.4-2
may not be applicable for site response analyses required by
Section 11.4.7; they are defined in this section. For three of the
categories of Site Class F soils—Category 1 liquefiable soils,
Category 3 very high plasticity clays, and Category 4 very thick
soft/medium stiff clays—exceptions to the requirement to
conduct site response analyses are given, provided that certain
conditions and requirements are satisfied. These exceptions are
discussed below.

Category 1. For liquefiable soils in Category 1, an exception
to conducting site response analyses was developed by Technical
Subcommittee 3, Foundations and Geotechnical Considerations,
of the BSSC Provisions Update Committee and was first pub-
lished in the 2000 NEHRP Provisions (FEMA 2001). The
exception is made for short-period structures, defined for pur-
poses of the exception as having fundamental periods of vibra-
tion equal to or less than 0.5 s. For such structures, it is
permissible to determine site coefficients Fa and Fv from
Tables 11.4-1 and 11.4-2 assuming that liquefaction does not
occur because ground motion data obtained in liquefied soil areas
during earthquakes indicate that short-period ground motions are
generally reduced in amplitude because of liquefaction, whereas
long-period ground motions may be amplified by liquefaction.
Note, however, that this exception does not affect the require-
ment in Section 11.8 to assess liquefaction potential as a geologic
hazard and develop hazard mitigation measures if required.

Categories 3 and 4. For very high plasticity clays in Category
3 and very thick soft/medium stiff clays in Category 4, excep-
tions to conducting site response analysis were evaluated and
developed by an ad hoc geotechnical task committee formed to
support the BSSC Simplified Seismic Project in 2011 and 2012.
Exceptions for Categories 3 and 4 were limited to sites of
expected low ground motions, i.e., Seismic Design Category
B (SDC B) as defined in Tables 11.6-1 and 11.6-2.

For Category 3 very high plasticity clays, the task committee
evaluated published research and conducted supplemental anal-
yses to evaluate effects of increasing soil plasticity on soil

amplification. From these evaluations, exceptions were devel-
oped for scaling the Fa and Fv site coefficients upward from the
values given in Tables 11.4-1 and 11.4-2 for Site Class D or E by
factors that are a function of soil plasticity as quantified by soil
plasticity index (PI).

For Category 4 very thick soft/medium stiff clays, the task
committee reviewed analyses conducted for a 1992 Site Re-
sponse Workshop (Dobry et al. 2000) (at which recommenda-
tions were developed for site classifications and site coefficients
that have been in the ASCE 7 standard through ASCE 7-10) and
conducted supplemental analyses to evaluate effects of clay
thickness on soil amplification. These analyses indicated that
maximum amplifications should be insensitive to soil thickness
and that site coefficients Fa and Fv for Site Class E should be
adequate or conservative in most cases for soft/medium stiff
clays thicker than 120 ft (36.576 m). A supplemental analysis
indicated that soft/medium stiff clay thicknesses greater than
120 ft (36.576 m) would be uncommon for sites in the United
States because of the higher overburden pressures at these depths
that would generally result in clays being in a category of “stiff”
rather than “soft to medium stiff.” Clays meeting the Category
4 definition of Site Class F have undrained shear strengths, su,
less than 1,000 psf (47.9 kN=m2), whereas stiff clays have higher
su values.

Sections C20.3.2 through C20.3.5. These sections and
Table 20.3-1 provide definitions for Site Classes A through E.
Except for the additional definitions for Site Class E in Sec-
tion 20.3.2, the site classes are defined fundamentally in terms of
the average small-strain shear wave velocity in the top 100 ft
(30 m) of the soil or rock profile. If shear wave velocities are
available for the site, they should be used to classify the site.
However, recognizing that in many cases shear wave velocities
are not available for the site, alternative definitions of the site
classes also are included. These definitions are based on geo-
technical parameters: standard penetration resistance for cohe-
sionless soils and rock, and standard penetration resistance and
undrained shear strength for cohesive soils. The alternative
definitions are intended to be conservative because the correla-
tion between site coefficients and these geotechnical parameters
is more uncertain than the correlation with shear wave velocity.
That is, values of Fa and Fv tend to be smaller if the site class is
based on shear wave velocity rather than on the geotechnical
parameters. Also, the site class definitions should not be inter-
preted as implying any specific numerical correlation between
shear wave velocity and standard penetration resistance or
undrained shear strength.

Although the site class definitions in Sections 20.3.2 through
20.3.5 are straightforward, there are aspects of these assessments
that may require additional judgment and interpretation. Highly
variable subsurface conditions beneath a building footprint could
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result in overly conservative or unconservative site classification.
Isolated soft soil layers within an otherwise firm soil site may not
affect the overall site response if the predominant soil conditions
do not include such strata. Conversely, site response studies have
shown that continuous, thin, soft clay strata may affect the site
amplification.
The site class should reflect the soil conditions that affect the

ground motion input to the structure or a significant portion of the
structure. For structures that receive substantial ground motion
input from shallow soils (for example, structures with shallow
spread footings, with laterally flexible piles, or with basements
where substantial ground motion input to the structure may come
through the sidewalls), it is reasonable to classify the site on the
basis of the top 100 ft (30 m) of soils below the ground surface.
Conversely, for structures with basements supported on firm soils
or rock below soft soils, it may be reasonable to classify the site
on the basis of the soils or rock below the mat, if it can be justified
that the soft soils contribute very little to the response of the
structure.
Buildings on sites with sloping bedrock or highly variable soil

deposits across the building area require careful study because
the input motion may vary across the building (for example, if a
portion of the building is on rock and the rest is over weak soils).
Site-specific studies including two- or three-dimensional model-
ing may be used in such cases to evaluate the subsurface
conditions and site and superstructure response. Other conditions
that may warrant site-specific evaluation include the presence of
low shear wave velocity soils below a depth of 100 ft (30 m),
location of the site in a sedimentary basin, or subsurface or
topographic conditions with strong two- and three-dimensional
site response effects. Individuals with appropriate expertise in
seismic ground motions should participate in evaluations of the
need for and nature of such site-specific studies.

C20.4 DEFINITIONS OF SITE CLASS PARAMETERS

Section 20.4 provides formulas for defining site classes in
accordance with definitions in Section 20.3 and Table 20.3-1.
Eq. (20.4-1) is for determining the effective average small-strain
shear wave velocity, vs, to a depth of 100 ft (30 m) at a site. This
equation defines vs as 100 ft (30 m) divided by the sum of the
times for a shear wave to travel through each layer within the
upper 100 ft (30 m), where travel time for each layer is calculated

as the layer thickness divided by the small-strain shear wave
velocity for the layer. It is important that this method of
averaging be used because it may result in a significantly lower
effective average shear wave velocity than the velocity that
would be obtained by directly averaging the velocities of the
individual layers.
For example, consider a soil profile that has four 25-ft (7.62-m)

thick layers with shear wave velocities of 500 ft/s (152.4 m/s),
1,000 ft/s (304.8 m/s), 1,500 ft/s (457.2 m/s), and 2,000 ft=s
(609.2 m/s). The arithmetic average of the shear wave velocities
is 1,250 ft=s (381.0 m/s) (corresponding to Site Class C), but
Eq. (20.4-1) produces a value of 960 ft=s (292.6 m/s) (corre-
sponding to Site Class D). The Eq. (20.4-1) value is appropriate
because the four layers are being represented by one layer with
the same wave passage time.
Eq. (20.4-2) is for classifying the site using the average

standard penetration resistance blow count, �N, for cohesionless
soils, cohesive soils, and rock in the upper 100 ft (30 m). A
method of averaging analogous to the method of Eq. (20.4-1) for
shear wave velocity is used. The maximum value of N that may
be used for any depth of measurement in soil or rock is
100 blows=ft (305 blows=m). For the common situation where
rock is encountered, the standard penetration resistance, N, for
rock layers is taken as 100.
Eqs. (20.4-3) and (20.4-4) are for classifying the site using the

standard penetration resistance of cohesionless soil layers, �Nch,
and the undrained shear strength of cohesive soil layers, �su,
within the top 100 ft (30 m). These equations are provided as an
alternative to using Eq. (20.4-2), for which N values in all
geologic materials in the top 100 ft (30 m) are used. Where
using Eqs. (20.4-3) and (20.4-4), only the respective thicknesses
of cohesionless soils and cohesive soils within the top 100 ft
(30 m) are used.
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CHAPTER C21

SITE-SPECIFIC GROUND MOTION PROCEDURES FOR SEISMIC DESIGN

C21.0 GENERAL

Site-specific procedures for computing earthquake ground
motions include dynamic site response analyses and probabilistic
and deterministic seismic hazard analyses (PSHA and DSHA),
which may include dynamic site response analysis as part of the
calculation. Use of site-specific procedures may be required in
lieu of the general procedure in Sections 11.4.2 through 11.4.7;
Section C11.4.8 in 7-16 explains the conditions under which the
use of these procedures is required. Such studies must be
comprehensive and must incorporate current scientific interpre-
tations. Because there is typically more than one scientifically
credible alternative for models and parameter values used to
characterize seismic sources and ground motions, it is important
to formally incorporate these uncertainties in a site-specific
analysis. For example, uncertainties may exist in seismic source
location, extent, and geometry; maximum earthquake magnitude;
earthquake recurrence rate; ground motion attenuation; local site
conditions, including soil layering and dynamic soil properties;
and possible two- or three-dimensional wave-propagation
effects. The use of peer review for a site-specific ground motion
analysis is encouraged.

Site-specific ground motion analysis can consist of one of the
following approaches: (a) PSHA and possibly DSHA if the site is
near an active fault, (b) PSHA/DSHA followed by dynamic site
response analysis, and (c) dynamic site response analysis only.
The first approach is used to compute ground motions for
bedrock or stiff soil conditions (not softer than Site Class D).
In this approach, if the site consists of stiff soil overlying
bedrock, for example, the analyst has the option of either
(a) computing the bedrock motion from the PSHA/DSHA and
then using the site coefficient (Fa and Fv) tables in Section 11.4.3
to adjust for the stiff soil overburden or (b) computing the
response spectrum at the ground surface directly from the
PSHA/DSHA. The latter requires the use of attenuation equa-
tions for computing stiff soil-site response spectra (instead of
bedrock response spectra).

The second approach is used where softer soils overlie the
bedrock or stiff soils. The third approach assumes that a site-
specific PSHA/DSHA is not necessary but that a dynamic site
response analysis should or must be performed. This analysis
requires the definition of an outcrop ground motion, which can be
based on the 5% damped response spectrum computed from the
PSHA/DSHA or obtained from the general procedure in Section
11.4. A representative set of acceleration time histories is select-
ed and scaled to be compatible with this outcrop spectrum.
Dynamic site response analyses using these acceleration histories
as input are used to compute motions at the ground surface. The
response spectra of these surface motions are used to define
a maximum considered earthquake (MCE) ground motion
response spectrum.

The approaches described in the aforementioned have advan-
tages and disadvantages. In many cases, user preference governs
the selection, but geotechnical conditions at the site may dictate
the use of one approach over the other. If bedrock is at a depth
much greater than the extent of the site geotechnical investiga-
tions, the direct approach of computing the ground surface
motion in the PSHA/DSHA may be more reasonable. On the
other hand, if bedrock is shallow and a large impedance contrast
exists between it and the overlying soil (i.e., density times shear
wave velocity of bedrock is much greater than that of the soil),
the two-step approach might be more appropriate.

Use of peak ground acceleration as the anchor for a general-
ized site-dependent response spectrum is discouraged because
sufficiently robust ground motion attenuation relations are avail-
able for computing response spectra in western U.S. and eastern
U.S. tectonic environments.

C21.1 SITE RESPONSE ANALYSIS

C21.1.1 Base Ground Motions. Ground motion acceleration
histories that are representative of horizontal rock motions at the
site are required as input to the soil model. Where a site-specific
ground motion hazard analysis is not performed, the MCE
response spectrum for Site Class B (rock) is defined using the
general procedure described in Section 11.4.1. If the model is
terminated in material of Site Class A, C, or D, the input MCE
response spectrum is adjusted in accordance with Section 11.4.3.
The U.S. Geological Survey (USGS) national seismic hazard
mapping project website (earthquake.usgs.gov/hazards/products/
conterminous) includes hazard deaggregation options that can be
used to evaluate the predominant types of earthquake sources,
magnitudes, and distances contributing to the probabilistic
ground motion hazard. Sources of recorded acceleration time
histories include the databases of the Consortium of
Organizations for Strong Motion Observation Systems
(COSMOS) Virtual Data Center website (www.cosmos-eq.
org), the Pacific Earthquake Engineering Research (PEER)
Center Strong Motion Database website (peer.berkeley.edu/
products/strong_ground_motion_db.html), and the U.S. National
Center for Engineering Strong Motion Data (NCESMD) website
(http://www.strongmotioncenter.org). Ground motion accelera-
tion histories at these sites generally were recorded at the ground
surface and hence apply for an outcropping condition and should
be specified as such in the input to the site response analysis code
(Kwok et al. 2007 have additional details).

C21.1.2 Site Condition Modeling. Modeling criteria are
established by site-specific geotechnical investigations that
should include (a) borings with sampling; (b) standard
penetration tests (SPTs), cone penetrometer tests (CPTs), and/
or other subsurface investigative techniques; and (c) laboratory
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testing to establish the soil types, properties, and layering. The
depth to rock or stiff soil material should be established from these
investigations. Investigation should extend to bedrock or, for very
deep soil profiles, to material in which the model is terminated.
Although it is preferable to measure shear wave velocities in all
soil layers, it is also possible to estimate shear wave velocities
based on measurements available for similar soils in the local area
or through correlations with soil types and properties. A number of
such correlations are summarized by Kramer (1996).
Typically, a one-dimensional soil column extending from the

ground surface to bedrock is adequate to capture first-order site
response characteristics. For very deep soils, the model of the soil
columns may extend to very stiff or very dense soils at depth in
the column. Two- or three-dimensional models should be con-
sidered for critical projects when two- or three-dimensional wave
propagation effects may be significant (for example, sloping
ground sites). The soil layers in a one-dimensional model are
characterized by their total unit weights and shear wave velocities
from which low-strain (maximum) shear moduli may be obtained
and by relationships defining the nonlinear shear stress–strain
behavior of the soils. The required relationships for analysis are
often in the form of curves that describe the variation of soil shear
modulus with shear strain (modulus reduction curves) and by
curves that describe the variation of soil damping with shear
strain (damping curves). In a two- or three-dimensional model,
compression wave velocities or moduli or Poisson ratios also are
required. In an analysis to estimate the effects of liquefaction on
soil site response, the nonlinear soil model also must incorporate
the buildup of soil pore water pressures and the consequent
reductions of soil stiffness and strength. Typically, modulus
reduction curves and damping curves are selected on the basis
of published relationships for similar soils (for example, Vucetic
and Dobry 1991, Electric Power Research Institute 1993,
Darendeli 2001, Menq 2003, and Zhang et al. 2005). Site-specific
laboratory dynamic tests on soil samples to establish nonlinear
soil characteristics can be considered where published relation-
ships are judged to be inadequate for the types of soils present at
the site. Shear and compression wave velocities and associated
maximum moduli should be selected based on field tests to
determine these parameters or, if such tests are not possible, on
published relationships and experience for similar soils in the
local area. The uncertainty in the selected maximum shear
moduli, modulus reduction and damping curves, and other soil
properties should be estimated (Darendeli 2001, Zhang et al.
2008). Consideration of the ranges of stiffness prescribed in
Section 12.13.3 (increasing and decreasing by 50%) is
recommended.

C21.1.3 Site Response Analysis and Computed Results.
Analytical methods may be equivalently linear or nonlinear.
Frequently used computer programs for one-dimensional analysis
include the equivalent linear program SHAKE (Schnabel et al.
1972, Idriss and Sun 1992) and the nonlinear programs FLAC
(Itasca 2005); DESRA-2 (Lee and Finn 1978);MARDES (Chang et
al. 1991); SUMDES (Li et al. 1992); D-MOD_2 (Matasovic 2006);
DEEPSOIL (Hashash and Park 2001); TESS (Pyke 2000); and
OpenSees (Ragheb 1994, Parra 1996, and Yang 2000). If the soil
response induces large strains in the soil (such as for high
acceleration levels and soft soils), nonlinear programs may be
preferable to equivalent linear programs. For analysis of
liquefaction effects on site response, computer programs that
incorporate pore water pressure development (effective stress
analyses) should be used (for example, FLAC, DESRA-2,
SUMDES, D-MOD_2, TESS, DEEPSOIL, and OpenSees).
Response spectra of output motions at the ground surface are

calculated as the ratios of response spectra of ground surface
motions to input outcropping rock motions. Typically, an
average of the response spectral ratio curves is obtained and
multiplied by the input MCE response spectrum to obtain the
MCE ground surface response spectrum. Alternatively, the
results of site response analyses can be used as part of the
PSHA using procedures described by Goulet et al. (2007) and
programmed for use in OpenSHA (www.opensha.org; Field et al.
2005). Sensitivity analyses to evaluate effects of soil-property
uncertainties should be conducted and considered in developing
the final MCE response spectrum.

C21.2 RISK-TARGETED MAXIMUM CONSIDERED
EARTHQUAKE (MCER) GROUND MOTION
HAZARD ANALYSIS

Site-specific risk-targeted maximum considered earthquake
(MCER) ground motions are based on separate calculations of
site-specific probabilistic and site-specific deterministic ground
motions.
Both the probabilistic and deterministic ground motions are

defined in terms of 5% damped spectral response in the maxi-
mum direction of horizontal response. The maximum direction in
the horizontal plane is considered the appropriate ground motion
intensity parameter for seismic design using the equivalent lateral
force (ELF) procedure of Section 12.8 with the primary intent of
avoiding collapse of the structural system.
Most ground motion relations are defined in terms of average

(geometric mean) horizontal response. Maximum response in the
horizontal plane is greater than average response by an amount
that varies with period. Maximum response may be reasonably
estimated by factoring average response by period-dependent
factors, such as 1.1 at short periods and 1.3 at a period of 1.0 s
(Huang et al. 2008). The maximum direction was adopted as the
ground motion intensity parameter for use in seismic design in
lieu of explicit consideration of directional effects.

C21.2.1 Probabilistic (MCER ) Ground Motions.
Probabilistic seismic hazard analysis (PSHA) methods and
subsequent computations of risk-targeted probabilistic ground
motions based on the output of PSHA are sufficient to define
MCER ground motion at all locations except those near highly
active faults. Descriptions of current PSHA methods can be found
in McGuire (2004). The primary output of PSHA methods is a so-
called hazard curve, which provides mean annual frequencies of
exceeding various user-specified ground motion amplitudes. Risk-
targeted probabilistic ground motions are derived from hazard
curves using one (or both for comparison purposes) of the
methods described in the following two subsections.

C21.2.1.1 Method 1. The simpler but more approximate
method of computing a risk-targeted probabilistic ground
motion for each spectral period in a response spectrum is to
first interpolate from a site-specific hazard curve the ground
motion for a mean annual frequency corresponding to 2%
probability of exceedance in 50 years (namely 1/2,475 per
year). Then this “uniform-hazard” ground motion is factored
by a so-called risk coefficient for the site location that is based on
those mapped in Figs. 22-18 and 22-19. Via the method
explained in the next subsection, the mapped risk coefficients
have been computed from the USGS hazard curves for Site Class
B and spectral periods of 0.2 and 1.0 s.

C21.2.1.2 Method 2. The direct method of computing risk-
targeted probabilistic ground motions uses the entire site-specific
hazard curve that results from PSHA. The computation is
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detailed in Luco et al. (2007). Summarizing, the hazard curve is
combined with a collapse fragility (or probability distribution of
the ground motion amplitude that causes collapse) that depends
on the risk-targeted probabilistic ground motion itself. The
combination quantifies the risk of collapse. Iteratively, the
risk-targeted probabilistic ground motion is modified until
combination of the corresponding collapse fragility with the
hazard curve results in a risk of collapse of 1% in 50 years.
This target is based on the average collapse risk across the
western United States that is expected to result from design
for the probabilistic MCE ground motions in ASCE 7.

C21.2.2 Deterministic (MCER) Ground Motions.
Deterministic ground motions are to be based on characteristic
earthquakes on all known active faults in a region. The
magnitude of a characteristic earthquake on a given fault
should be a best estimate of the maximum magnitude capable
for that fault but not less than the largest magnitude that has
occurred historically on the fault. The maximum magnitude
should be estimated considering all seismic-geologic evidence
for the fault, including fault length and paleoseismic
observations. For faults characterized as having more than a
single segment, the potential for rupture of multiple segments in a
single earthquake should be considered in assessing the
characteristic maximum magnitude for the fault.

For consistency, the same attenuation equations and ground
motion variability used in the PSHA should be used in the
deterministic seismic hazard analysis (DSHA). Adjustments for
directivity and/or directional effects should also be made, when
appropriate. In some cases, ground motion simulation methods
may be appropriate for the estimation of long-period motions at
sites in deep sedimentary basins or from great (M ≥ 8) or giant
(M ≥ 9) earthquakes, for which recorded ground motion data are
lacking.

Values of the site coefficients (Fa and Fv) for setting the
deterministic (MCER) ground motion floor are introduced to
incorporate both site amplification and spectrum shape adjust-
ment as described in the research study “Investigation of an
Identified Short-Coming in the Seismic Design Procedures of
ASCE 7-16 and Development of Recommended Improvements
for ASCE 7-16” (Kircher 2015). This study found that the shapes
of the response spectra of ground motions were not accurately
represented by the shape of the design response spectrum of
Figure 11.4-1 for the following site conditions and ground
motion intensities: (1) Site Class D where values of S1 ≥ 0.2;
and (2) Site Class E where values of SS ≥ 1.0 and/or S1 ≥ 0.2.
An adjustment of the corresponding values of Fa and Fv was
required to account for this difference in spectrum shape, which
was causing the design response spectrum to underestimate long-
period motions. Two options were considered to address this
shortcoming. For the first option, the subject study developed
values of new “spectrum shape adjustment” factors (Ca and Cv)
that could be used with site factors (Fa and Fv) to develop
appropriate values of design ground motions (SDS and SD1). The
second option, ultimately adopted by ASCE 7-16, circumvents
the need for these new factors by requiring site-specific analysis
for Site Class D site conditions where values of S1 ≥ 0.2, and for
Site Class E site conditions where values of SS ≥ 1.0 and/or S1 ≥
0.2 (i.e., new requirements of Section 11.4.8 of ASCE 7-16). The
spectrum shape adjustment factors developed by the subject
study for Option 1 provide the basis for the values of site
coefficients (Fa and Fv) proposed for Section 21.2.2 and Section
21.3 that incorporate both site amplification and adjustment for
spectrum shape. Specifically, the proposed value of Fv = 2.5 for
Site Class D is based on the product of 1.7 (Site Class D

amplification at S1 = 0.6, without spectrum shape adjustment)
and 1.5 (spectrum shape adjustment factor); the proposed value
of Fv = 4.0 is based on the product of 2.0 (Site Class E amplifi-
cation at S1 = 0.6 without spectrum shape adjustment) and 2.0
(spectrum shape adjustment factor), where values of spectrum
shape adjustment are taken from Section 6.2.2 (Table 11.4-4) of
the subject study. The proposed value of Fa = 1.0 is based on the
product of 0.8 (Site Class E amplification at SS = 1.5 without
spectrum shape adjustment) and 1.25 (spectrum shape adjust-
ment factor), where the value of the spectrum shape adjustment is
taken from Section 6.2.2 (Table 11.4-3) of the subject study. Site
amplification adjusted for spectrum shape effects is approximate-
ly independent of ground motion intensity and, for simplicity, the
proposed values of site factors adjusted for spectrum shape are
assumed to be valid for all ground motion intensities.

C21.2.3 Site-Specific MCER. Because of the deterministic
lower limit on the MCER spectrum (Fig. 21.2-1), the site-
specific MCER ground motion is equal to the corresponding
risk-targeted probabilistic ground motion wherever it is less than
the deterministic limit (e.g., 1.5g and 0.6g for 0.2 and 1.0 s,
respectively, and Site Class B). Where the probabilistic ground
motions are greater than the lower limits, the deterministic
ground motions sometimes govern, but only if they are less
than their probabilistic counterparts. On the MCER ground
motion maps in ASCE/SEI 7-10, the deterministic ground
motions govern mainly near major faults in California (like
the San Andreas) and Nevada. The deterministic ground
motions that govern are as small as 40% of their probabilistic
counterparts.

C21.3 DESIGN RESPONSE SPECTRUM

Eighty percent of the design response spectrum determined in
accordance with Section 11.4.6 was established as the lower limit
to prevent the possibility of site-specific studies generating
unreasonably low ground motions from potential misapplication
of site-specific procedures or misinterpretation or mistakes in the
quantification of the basic inputs to these procedures. Even if
site-specific studies were correctly performed and resulted in
ground motion response spectra less than the 80% lower limit,
the uncertainty in the seismic potential and ground motion
attenuation across the United States was recognized in setting
this limit. Under these circumstances, the allowance of up to a
20% reduction in the design response spectrum based on site-
specific studies was considered reasonable.

As described in Section 21.2.2, values of the site coefficients
(Fa and Fv) for setting the deterministic (MCER) ground motion
floor are introduced to incorporate both site amplification and
spectrum shape adjustment.

Although the 80% lower limit is reasonable for sites not
classified as Site Class F, an exception has been introduced at
the end of this section to permit a site class other than E to be used
in establishing this limit when a site is classified as F. This
revision eliminates the possibility of an overly conservative
design spectrum on sites that would normally be classified as
Site Class C or D.

C21.4 DESIGN ACCELERATION PARAMETERS

The SDS criteria of Section 21.4 are based on the premise that the
value of the parameter SDS should be taken as 90% of peak value
of site-specific response spectral acceleration regardless of the
period (greater than or equal to 0.2 s) at which the peak value of
response spectral acceleration occurs. Consideration of periods
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beyond 0.2 s recognizes that site-specific studies (e.g., softer site
conditions) can produce response spectra with ordinates at
periods greater than 0.2 s that are significantly greater than those
at 0.2 s. Periods less than 0.2 s are excluded for consistency with
the 0.2-s period definition of the short-period ground motion
parameter, Ss, and recognizing that certain sites, such as Central
and Eastern United States (CEUS) sites, could have peak re-
sponse at very short periods that would be inappropriate for
defining the value of the parameter SDS. The upper bound limit of
5 s precludes unnecessary checking of response at periods that
cannot govern the peak value of site-specific response spectral
acceleration. Ninety percent (rather than 100%) of the peak value
of site-specific response spectral acceleration is considered ap-
propriate for defining the parameter SDS (and the domain of
constant acceleration) since most short-period structures have a
design period that is not at or near the period of peak response
spectral acceleration. Away from the period of peak response,
response spectral accelerations are less, and the domain of
constant acceleration is adequately described by 90% of the
peak value. For those short-period structures with a design period
at or near the period of peak response spectral acceleration,
anticipated yielding of the structure during MCER ground
motions effectively lengthens the period and shifts dynamic
response to longer periods at which spectral demand is always
less than that at the peak of the spectrum.
The SD1 criteria of Section 21.4 are based on the premise that

the value of the parameter SD1 should be taken as 100% of the
peak value of site-specific response spectral acceleration for a
period range, 1 s ≤ T ≤ 2 s, for stiffer sites vs,30 ft=s >
1,200 ft=s (vs,30 m=s > 366 m=s) similar to the previous
requirements of Section 21.4 of ASCE 7-10 and for a period
range, 1 s ≤ T ≤ 5 s, for softer sites vs,30 ft=s ≤ 1,200 ft=s
(vs,30 m=s > 366 m=s), which are expected to have peak values
of response spectral velocity at periods greater than 2 s. The
criteria use the maximum value of the product, TSa, over the
period range of interest to effectively identify the period at which
the peak value of response spectral velocity occurs. Consider-
ation of periods beyond 1 s accounts for the possibility that the
assumed 1=T proportionality for the constant velocity portion of
the design response spectrum begins at periods greater than 1 s or
is actually 1=Tn (where n < 1). Periods less than 1 s are excluded
for consistency with the definition of the 1-s ground motion
parameter, S1. Peak velocity response is expected to occur at
periods less than or equal to 5 s, and periods beyond 5 s are
excluded by the criteria to avoid potential misuse of very long
period ground motions that may not be reliable. One hundred
percent (rather than a reduced percentage) of the peak value of
site-specific response spectral acceleration at the period of peak
velocity response is considered appropriate for defining the value
of the parameter SD1 since response spectral accelerations can be
approximately proportional to the assumed 1=T shape of the
domain of constant velocity for design periods of interest.

C21.5 MAXIMUM CONSIDERED EARTHQUAKE
GEOMETRIC MEAN (MCEG) PEAK GROUND
ACCELERATION

Site-specific requirements for determination of peak ground accel-
eration (PGA) are provided in a new Section 21.5 that is parallel to
the procedures for developing site-specific response spectra in
Section 21.2. The site-specific MCE peak ground acceleration,
PGAM , is taken as the lesser of the probabilistic geometric mean
peak ground acceleration of Section 21.5.1 and the deterministic
geometric mean peak ground acceleration of Section 21.5.2. Similar
to the provisions for site-specific spectra, a deterministic lower limit

is prescribed for PGAM with the intent to limit application of
deterministic ground motions to the site regions containing active
faults where probabilistic ground motions are unreasonably high.
However, the deterministic lower limit for PGAM (in g) is set at a
lower value, 0.5 FPGA, than the value set for the zero-period
response spectral acceleration, 0.6 Fa. The rationale for the value
of the lower deterministic limit for spectra is based on the desire to
limit minimum spectral values, for structural design purposes, to the
values given by the 1997 Uniform Building Code (UBC) for Zone 4
(multiplied by a factor of 1.5 to adjust to the MCE level). This
rationale is not applicable to PGAM for geotechnical applications,
and therefore a lower value of 0.5 FPGA was selected. Section
21.5.3 of ASCE 7-10 states that the site-specific MCE peak ground
acceleration cannot be less than 80% of PGAM derived from the
PGA maps. The 80% limit is a long-standing base for site-specific
analyses in recognition of the uncertainties and limitations associ-
ated with the various components of a site-specific evaluation.
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CHAPTER C22

SEISMIC GROUND MOTION, LONG-PERIOD TRANSITION, AND RISK COEFFICIENT MAPS

Like the NEHRP Provisions (2009) and ASCE/SEI 7-10, this
standard continues to use risk-targeted maximum considered
earthquake (MCER) ground motion contour maps of 0.2-s and
1.0-s spectral response accelerations (Figs. 22-1 through 22-8),
maximum considered earthquake geometric mean (MCEG) peak
ground acceleration maps (Figs. 22-9 through 22-13), and
mapped risk coefficients at 0.2 s and 1 s (Figs. 22-18 and
22-19). However, the basis for these mapped values for the
conterminous United States has been updated by the U.S.
Geological Survey (USGS), as described below.

Furthermore, consistent with the site-specific procedures of
Section 21.2.1.2 of ASCE/SEI 7-10 and this standard, but unlike
the MCER ground motion maps of ASCE/SEI 7-10 (and unlike
the site-specific procedures of the 2009 NEHRP Recommended
Provisions for Seismic Regulations for New Buildings and Other
Structures), the logarithmic standard deviation of the collapse
fragility used in determining the mapped MCER values for the
conterminous United States has also been updated (from 0.8 to
0.6). Although this standard also continues to use mapped long-
period transition periods (Figs. 22-14 through 22-17), these
mapped values have not been updated. Even for the contermi-
nous United States, no significant changes are expected to the
deaggregation computations that underlie the mapped long-
period transition periods in ASCE/SEI 7-10.

The MCER ground motion, MCEG peak ground acceleration,
and risk coefficient maps incorporate the latest seismic hazard
models developed by the USGS for the U.S. National Seismic
Hazard Maps, including the latest seismic, geologic, and geodetic
information on earthquake rates and associated ground shaking.

For the conterminous United States, the latest USGS model is
documented in Petersen et al. (2013, 2014). This 2014 model
supersedes versions released in 1996, 2002, and 2008. The most
significant changes for the 2014 model fall into four categories,
as follows:

1. For Central and Eastern United States (CEUS) sources:
• Developed a moment magnitude-based earthquake cata-
log through 2012, replacing the 2008 mb-based catalog;

• Updated earthquake catalog completeness estimates, cat-
alog of statistical parameters, treatment of nontectonic
seismicity, and treatment of magnitude uncertainty;

• Updated the distribution for maximummagnitude (Mmax)
for background earthquakes based on a new analysis of
global earthquakes in stable continental regions;

• Updated the zonation for maximum magnitude, keeping
the two-zone model that distinguishes craton and margin
zones used in previous maps, and added a new four-zone
model based on the Central and Eastern U.S. Seismic
Source Characterization for Nuclear Facilities Project
(CEUS-SSCn 2012) delineating the craton, Paleozoic
margin, Mesozoic margin, and Gulf Coast;

• Updated the smoothing algorithms for background seis-
micity, keeping the previous fixed-length Gaussian
smoothing model, and adding a nearest-neighbor-type
adaptive smoothing model;

• Updated the New Madrid source model, including fault
geometry, recurrence rates of large earthquakes, and
alternative magnitudes from M6.6–M8.0 (keeping the
highest weight about M7.5);

• Adapted seismic sources such as Charleston, Wabash,
Charlevoix, Commerce lineament, East Rift Margin,
Mariana based on the CEUS-SSCn (2012) model; and

• Updated the treatment of earthquakes that are potentially
induced by underground fluid injection.

2. For Intermountain West and Pacific Northwest crustal
sources:
• Considered recommendations from the Basin and Range
Province Earthquake Working Group on magnitude-
frequency distributions for fault sources, smoothing
parameters, comparison of historical and modeled seis-
micity rates, treatment of magnitude uncertainty, assess-
ment of maximum magnitude, modeling of antithetic
fault pairs, slip rate uncertainties, and dip uncertainty for
normal faults (Lund 2012);

• Updated the earthquake catalog and treatment of magni-
tude uncertainty in rate calculations;

• Incorporated dips for normal faults of 35°, 50°, and 65°
but applied the fault earthquake rate using only the 50°
dip to the three alternatives;

• Updated fault parameters for faults in Utah based on new
data sets and models supplied by the Utah Geological
Survey and the Working Group on Utah Earthquake
Probabilities;

• Introduced new combined geologic and geodetic inver-
sion models for assessing fault slip rates on fault sources;

• Implemented new models for Cascadia earthquake-
rupture geometries and rates based on onshore (paleo-
tsunami) and offshore (turbidite) studies;

• Updated the model for deep (intraslab) earthquakes along
the coasts of Oregon and Washington, including a new
depth distribution for intraslab earthquakes;

• Allowed for an Mmax up to M8.0 for crustal and intraslab
earthquakes; and

• Added the Tacoma fault source and updated the South
Whidbey Island fault source in Washington.

3. For California sources:
• The USGS worked in cooperation with the Southern
California Earthquake Center and the state of California
to develop a new seismic source model based on the
Uniform California Earthquake Rupture Forecast, Ver-
sion 3 (WGCEP 2013) and new earthquake forecasts for
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California, which include many more multisegment
ruptures than in previous editions of the maps. These
models were developed over the past several years and
involved a major update of the methodology for calcu-
lating earthquake recurrence.

4. For ground motion models (or “attenuation relations”):
• Included new earthquake ground motion models for active
shallow crustal earthquakes (NGA-West 2) and subduc-
tion zone-related interface and intraslab earthquakes;

• Adjusted the additional epistemic uncertainty model to
account for regional variability and data availability;

• Updated ground motion prediction equation weights
using a new residual analysis based on the Next Gener-
ation Attenuation (NGA)-East ground motion database,
reevaluated model weights in light of a preliminary
Electric Power Research Institute (EPRI 2013) ground
motion study, and included newly published ground
motion prediction equations for stable continental regions;

• Incorporated new and evaluated older ground motion
models: five equations for the Western United States
(WUS), nine for the CEUS, and four for the subduction
interface and intraslab earthquakes; and

• Increased the maximum distance from 200 km (124.3 mi)
to 300 km (186.4 mi) when calculating ground motion
from WUS crustal sources.

The 2014 updated National Seismic Hazard Maps differ from
the 2008 maps in a variety of ways. The new ground motions
vary locally depending on complicated changes in the underlying
models. In the CEUS, the new earthquake catalog, completeness
models, smoothing algorithms, magnitude uncertainty adjust-
ments, and fault models increase the hazard in some places, and
the new ground motion model-weighting scheme generally low-
ers the ground motions. The resulting maps for the CEUS can
differ by �20% compared to the 2008 maps because of inter-
actions between the various parts of models summarized in the
bullets above. In the Intermountain West region, the combined
geologic and geodetic inversion models increase the hazard along
the Wasatch fault and central Nevada region, but the new NGA-
West2 ground motions tend to lower the hazard on the hanging
walls of normal faults with respect to the 2008 maps. These
counteracting effects can result in complicated patterns of changes.
In the Pacific Northwest, the new Cascadia source model causes
the hazard to increase by up to 40% in the southern Cascadia
subduction zone because of the addition of possibleM8 and greater
earthquakes, but the model causes the hazard to decrease slightly
along the northern Cascadia subduction zone because of reduced
earthquake rates relative to the 2008 USGS hazard model. Sub-
duction ground motions from the new models fall off faster with
distance than motions in previous models, but they also tend to be
higher near fault ruptures. In California, the new UCERF3 model
(WGCEP 2013) accounts for earthquakes that rupture multiple
faults, yielding larger magnitudes than applied in the previous
model, but with smaller recurrence rates. However, they also
include new ground motion models for strike-slip earthquakes,
new slip rates from combined geodetic-geologic inversions, new
faults, and an adaptive smoothing seismicity model that can locally
increase the hazard compared to the previous model. At a specific
site, it is important to examine all model changes, documented in
Petersen et al. (2013) and Petersen (2014), to determine why the
ground motions may have increased or decreased.
The combined effects of the updates to the USGS hazard

model and to the collapse-fragility logarithmic standard deviation
(or “beta value”) on the MCER and MCEG ground motion maps
are demonstrated in Tables C22-2 through C22-4 for the same 34

locations considered in the 2009 and 2015 NEHRP Provisions
listed in Table C22-1. In the tables, the MCER (SS and S1) and
MCEG (PGA) ground motions from the proposed maps are
compared with those from ASCE/SEI 7-10 (and their equivalents
from the 1997 Uniform Building Code). Furthermore, the
updated site coefficients of this standard and those of ASCE/
SEI 7-10 are applied to the corresponding mapped values to
provide examples of the design spectral response accelerations
(SDS and SD1) and site-adjusted peak ground accelerations
(PGAM) for an undetermined site class (Site Class D in
ASCE/SEI 7-10, the worst case of Site Classes C and D in this
standard). Lastly, the seismic design categories (SDCs) corre-
sponding to the design spectral response accelerations are also
compared in the tables.
It is important to bear in mind that the updated SDS, SD1, and

PGAM values in the ASCE/SEI 7-16 columns of the tables and
the updated SDCs include the approved changes to the site
coefficients, an up to 20% increase for an undetermined site
class. Nevertheless, from Tables C22-2 and C22-3, it is apparent
that the more severe SDC from SDS and SD1 does not change for
all but two of the 34 locations. The exceptions are the locations in
Los Angeles and San Mateo, where the SDC based on SD1 (and
S1) alone decreases from E to D. For the Las Vegas location, the
SDC based on SDS alone increases from C to D, but the SDC
based on SD1 was already D in ASCE/SEI 7-10. Close examina-
tion of the SS map reveals a few additional areas where the SDC
based on SDS alone increases relative to ASCE/SEI 7-10, most
notably:

• In southeastern New Hampshire, central Virginia, and at
the border between Tennessee and North Carolina, SS
increases because of (i) inclusion of a widely used adaptive
(as opposed to fixed-length) algorithm for smoothing
historical seismicity rates, which increases hazard in areas
of clustered historical seismicity, and (ii) changes to
historical earthquake magnitudes and their rates based on
the Central and Eastern U.S. Seismic Source Characteri-
zation for Nuclear Facilities project (CEUS-SSCn 2012),
funded by the U.S. Department of Energy, the Electric
Power Research Institute, and the U.S. Nuclear Regulatory
Commission.

• In southwestern Oklahoma, SS increases because of inclu-
sion of a much broader range of potential earthquake
magnitudes and rates for the Meers fault, based on
CEUS-SSCn (2012).

At the aforementioned 34 locations, the ASCE/SEI 7-16
PGA values of Table C22-4, which have only been affected
by the updates to the USGS National Seismic Hazard Maps
(not the updated beta value), are within �20% of the respec-
tive ASCE/SEI 7-10 values, with the exceptions below.
Recall that a 20% decrease is the most allowed when a
site-specific hazard analysis is performed in accordance with
Chapter 21.

• For the San Diego location, the increase in the PGA value
(and SS value discussed below) is due to a combination of
the addition of more offshore faults, the consideration of
geodetic (GPS) data, the inclusion of lower magnitude
earthquakes that can contribute significantly to PGA values
(and 0.2-s spectral response accelerations), and the increases
in the ground motions for large-magnitude earthquakes near
strike-slip faults from the updated NGA-West 2 attenuation
relations.

• For Vallejo, the increase in the PGA value is primarily
caused by lengthening of the West Napa fault based on
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the Statewide Community Fault Model (see WGCEP
2013).

• For Reno, the increase in the PGA value is primarily
caused by the NGA-West 2 attenuation relations. Note
that the NGA-West 2 attenuation relations are based on
double the strong-motion data used for the NGA-West 1
relations.

• For Las Vegas, the increase in the PGA value (and SS and S1
values discussed below) is primarily caused by an increase
in the estimated rate of earthquakes on the Eglington fault,
based on recent studies and a recommendation from the state
geologist of Nevada.

• For Memphis, the increase in the PGA value is caused by
consideration of an alternative model for the New Madrid
Seismic Zone based on the aforementioned CEUS-SSCn
reference (2012).

• For Charleston, the increase in the PGA value (and SS value
discussed below) is caused by reevaluation of the data from
the Charleston earthquakes and consequent revision of the
Charleston seismic source model (CEUS-SSCn 2012). The
USGS adopted this revised model based on its own analysis,
as well as the recommendations of its steering committee
and participants of a regional workshop.

The ASCE/SEI 7-16 SS values of Table C22-2 have been
affected by the update to the ASCE/SEI 7-10 beta value (ground
motion changes of up to approximately 10%), in addition to the
updated USGS National Seismic Hazard Maps. The only loca-
tions where the SS values have changed by more than 20% with
respect to ASCE/SEI 7-10 are San Diego and Santa Barbara,
California; Las Vegas, Nevada; and Charleston, South Carolina.
Please see the explanation below of the changes in the USGS

Table C22-1 Latitudes and Longitudes for which MCER and MCEG Ground Motions from ASCE/SEI 7-16 and ASCE/SEI 7-10 are Compared
in Tables C22-2 through C22-4

Region

City and Location of Site County or Metropolitan Statistical Area

Name Latitude Longitude Name Population

Southern California Los Angeles 34.05 −118.25 Los Angeles 9,948,081
Century City 34.05 −118.40
Northridge 34.20 −118.55
Long Beach 33.80 −118.20
Irvine 33.65 −117.80 Orange 3,002,048
Riverside 33.95 −117.40 Riverside 2,026,603
San Bernardino 34.10 −117.30 San Bernardino 1,999,332
San Luis Obispo 35.30 −120.65 San Luis Obispo 257,005
San Diego 32.70 −117.15 San Diego 2,941,454
Santa Barbara 34.45 −119.70 Santa Barbara 400,335
Ventura 34.30 −119.30 Ventura 799,720
Total Population—S. California 22,349,098 Population—8 Counties 21,374,788

Northern California Oakland 37.80 −122.25 Alameda 1,502,759
Concord 37.95 −122.00 Contra Costa 955,810
Monterey 36.60 −121.90 Monterey 421,333
Sacramento 38.60 −121.50 Sacramento 1,233,449
San Francisco 37.75 −122.40 San Francisco 776,733
San Mateo 37.55 −122.30 San Mateo 741,444
San Jose 37.35 −121.90 Santa Clara 1,802,328
Santa Cruz 36.95 −122 05 Santa Cruz 275,359
Vallejo 38.10 −122.25 Solano 423,473
Santa Rosa 38.45 −122.70 Sonoma 489,290
Total Population—N. California 14,108,451 Population—10 Counties 8,621,978

Pacific Northwest Seattle 47.60 −122.30 King, WA 1,826,732
Tacoma 47.25 −122.45 Pierce, WA 766,878
Everett 48.00 −122.20 Snohomish, WA 669.887
Portland 45.50 −122.65 Portland Metro, OR (3) 1,523,690
Total Population—OR and WA 10,096,556 Population—6 Counties 4,787,187

Other WUS Salt Lake City 40.75 −111.90 Salt Lake, UT 978,701
Boise 43.60 −116.20 Ada/Canyon, ID (2) 532,337
Reno 39.55 −119.80 Washoe, NV 396,428
Las Vegas 36.20 −115.15 Clarke, NV 1,777,539
Total Population—ID/UT/NV 6,512,057 Population—5 Counties 3,685,005

CEUS St. Louis 38.60 −90.20 St. Louis MSA (16) 2,786,728
Memphis 35.15 −90.05 Memphis MSA (8) 1,269,108
Charleston 32.80 −79.95 Charleston MSA (3) 603,178
Chicago 41.85 −87.65 Chicago MSA (7) 9,505,748
New York 40.75 −74.00 New York MSA (23) 18,747,320
Total Population—MO/TN/SC/IL/NY 48,340,918 Population—57 Counties 32,912,082

Note: The 34 locations come from the 2009 and 2015 NEHRP Provisions. It is important to note that these locations are each just one of many in the named cities,
and their ground motions may be significantly different than those at other locations in the cities.
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National Seismic Hazard Maps at the Santa Barbara location and
the explanations stated previously for the San Diego, Las Vegas,
and Charleston locations. For the other locations explained
previously—Vallejo, California; Reno, Nevada; and Memphis,
Tennessee—the SS values have changed by at most 2%.

• For the Santa Barbara location, the decrease in the S1 value
is a combination of the decrease in ground motions over
reverse faults from the NGA-West 2 attenuation relations
and the fact that more multifault earthquakes have been
allowed in UCERF3 (WGCEP 2013), relative to the hazard
model underlying the ASCE/SEI 7-10 ground motion maps.

This, in effect, lowers the rate of earthquakes and, hence,
lowers the probabilistic ground motions.

The ASCE/SEI 7-16 S1 values of Table C22-3 have also been
affected by the update to the ASCE/SEI 7-10 beta value
(changes of up to approximately 10%) and the updated USGS
National Seismic Hazard Maps. The only locations where the
S1 values have changed by more than 20% with respect to
ASCE/SEI 7-10 are Irvine, Santa Barbara, and Las Vegas. Please
see the explanation below of the changes in the USGS National
Seismic Hazard Maps at the Irvine, California, location and the
previous explanations for the Santa Barbara and Las Vegas

Table C22-2 A Comparison of the Short-Period Design Spectral Response Accelerations (SDS Values) from this Standard and ASCE/SEI 7-
10 and Their Equivalents from the 1997 Uniform Building Code for the 34 Locations Considered in the 2009 and 2015 Provisions

Region Location Name

1997 UBC ASCE/SEI 7-10 ASCE/SEI 7-16

Zone 2.5*Ca SS (g) SDS (g)* SDCS ** SS (g) SDS (g)*** SDCS **

Southern California Los Angeles 4 1.10 2.40 1.60 D 1.97 1.58 D
Century City 4 (NF) 1.32 2.16 1.44 D 2.11 1.69 D
Northridge 4 1.10 1.69 1.13 D 1.74 1.39 D
Long Beach 4 (NF) 1.43 1.64 1.10 D 1.68 1.35 D
Irvine 4 1.10 1.55 1.03 D 1.25 1.00 D
Riverside 4 1.10 1.50 1.00 D 1.50 1.20 D
San Bernardino 4 (NF) 1.32 2.37 1.58 D 2.33 1.86 D
San Luis Obispo 4 1.10 1.12 0.78 D 1.09 0.87 D
San Diego 4 (NF) 1.43 1.25 0.84 D 1.58 1.26 D
Santa Barbara 4 (NF) 1.43 2.83 1.89 D 2.12 1.70 D
Ventura 4 (NF) 1.43 2.38 1.59 D 2.02 1.62 D
Weighted Mean 1.25 1.83 1.22 1.75 1.40

Northern California Oakland 4 (NF) 1.43 1.86 1.24 D 1.88 1.51 D
Concord 4 1.10 2.08 1.38 D 2.22 1.78 D
Monterey 4 1.10 1.53 1.02 D 1.33 1.06 D
Sacramento 3 0.90 0.67 0.57 D 0.57 0.51 D
San Francisco 4 1.10 1.50 1.00 D 1.50 1.20 D
San Mateo 4 (NF) 1.28 1.85 1.23 D 1.80 1.44 D
San Jose 4 1.10 1.50 1.00 D 1.50 1.20 D
Santa Cruz 4 1.10 1.52 1.01 D 1.59 1.27 D
Vallejo 4 (NF) 1.19 1.50 1.00 D 1.50 1.20 D
Santa Rosa 4 (NF) 1.65 2.51 1.67 D 2.41 1.93 D
Weighted Mean 1.18 1.60 1.08 1.59 1.28

Pacific Northwest Seattle 1.36 0.91 D 1.40 1.12 D
Tacoma 1.30 0.86 D 1.36 1.08 D
Everett 1.27 0.85 D 1.20 0.96 D
Portland 0.98 0.72 D 0.89 0.71 D
Weighted Mean 1.22 0.83 1.20 0.96

Other WUS Salt Lake City 1.54 1.03 D 1.54 1.24 D
Boise 0.31 0.32 B 0.31 0.32 B
Reno 1.50 1.00 D 1.47 1.17 D
Las Vegas 0.49 0.46 C 0.65 0.55 D
Weighted Mean 0.85 0.65 0.92 0.77

CEUS St. Louis 0.44 0.42 C 0.46 0.44 C
Memphis 1.01 0.74 D 1.02 0.82 D
Charleston 1.15 0.80 D 1.42 1.13 D
Chicago 0.13 0.14 A 0.12 0.13 A
New York 0.28 0.29 B 0.29 0.30 B
Weighted Mean 0.30 0.29 0.30 0.30

Note: It is important to bear in mind that the design spectral response accelerations (SDS values) and the seismic design categories in the table include the effects of
the updated site coefficients of this standard.
*The ASCE/SEI 7-10 SDS values are calculated using the ASCE/SEI 7-10 Fa site coefficients, for an undetermined site class (assigned Site Class D in
ASCE/SEI 7-10).
**The ASCE/SEI 7-16 SDS values are calculated using the updated ASCE/SEI 7-16 Fa site coefficients, also for an undetermined site class (assigned the worst case
of Site Classes C and D in ASCE/SEI 7-16).
***The SDCS categories corresponding to the SDS values (and Risk Category I/II/III) are assigned using Table 11.6-1 and the SDC E definition (of ASCE/SEI 7-10
and 7-16) alone.
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locations. For the other locations explained previously—San
Diego, Vallejo, Reno, Memphis, and Charleston—the S1 values
have changed by at most 13%.

• For the Irvine location, the decrease in the S1 values is caused
primarily by a decrease in ground motions over reverse faults
from the NGA-West 2 attenuation relations, and secondarily to
the allowance for more multifault earthquakes in UCERF 3
(WGCEP 2013) that is described in the preceding bullet.

In summary, with the updates to the USGS National Seismic
Hazard maps for the conterminous United States and the updated
logarithmic standard deviation of the collapse fragilities, (i) the

Seismic Design Categories for 32 of the 34 Table C22-1 locations
do not change with respect to ASCE/SEI 7-10; (ii) the PGA values
change by −15% to þ17% for 28 of the 34 locations; (iii) the SS
values change by −19% toþ7 for 30 of the locations; and (iv) the
S1 values change by −17% to þ13% for 31 of the locations.

Like previous versions of the USGS national seismic hazard
model, the 2014 model purposefully excludes swarms of earth-
quakes that may be causally related to industrial fluid processes,
such as hydrocarbon production or wastewater disposal. The
excluded swarms are identified in Figure 15 of Petersen (2014).
Whereas an average of 21 earthquakes per year of magnitude
greater than 3 occurred from 1967 to 2000 in the CEUS, more

Table C22-3 A Comparison of the 1.0-s MCER Design Spectral Response Accelerations (SD1 values) from this Standard and ASCE/SEI 7-10
and Their Equivalents from the 1997 Uniform Building Code for the 34 Locations Considered in the 2009 and 2015 Provisions

Region Location Name

1997 UBC ASCE/SEI 7-10 ASCE/SEI 7-16

Zone 2.5*Ca S1 (g) SD1 (g)* SDC1*** S1 (g) SD1 (g)** SDC1***

Southern California Los Angeles 4 (NF) 0.72 0.84 0.84 E 0.70 0.79 D
Century City 4 (NF) 0.93 0.80 0.80 E 0.75 0.85 E
Northridge 4 0.64 0.60 0.60 D 0.60 0.68 D
Long Beach 4 (NF) 1.02 0.62 0.62 D 0.61 0.69 D
Irvine 4 0.64 0.57 0.57 D 0.45 0.55 D
Riverside 4 0.64 0.60 0.60 D 0.58 0.67 D
San Bernardino 4 (NF) 0.93 1.08 1.08 E 0.93 1.06 E
San Luis Obispo 4 (NF) 0.77 0.43 0.45 D 0.40 0.51 D
San Diego 4 (NF) 1.02 0.48 0.49 D 0.53 0.62 D
Santa Barbara 4 (NF) 1.02 0.99 0.99 E 0.77 0.88 E
Ventura 4 (NF) 1.02 0.90 0.90 E 0.76 0.86 E
Weighted Mean 0.83 0.70 0.70 0.63 0.73

Northern California Oakland 4 (NF) 1.04 0.75 0.75 D 0.72 0.81 D
Concord 4 (NF) 0.77 0.73 0.73 D 0.67 0.76 D
Monterey 4 (NF) 0.77 0.56 0.56 D 0.50 0.60 D
Sacramento 3 0.54 0.29 0.35 D 0.25 0.35 D
San Francisco 4 (NF) 0.74 0.64 0.64 D 0.60 0.68 D
San Mateo 4 (NF) 0.95 0.86 0.86 E 0.74 0.83 D
San Jose 4 (NF) 0.69 0.60 0.60 D 0.60 0.68 D
Santa Cruz 4 (NF) 0.72 0.60 0.60 D 0.60 0.68 D
Vallejo 4 (NF) 0.87 0.60 0.60 D 0.60 0.68 D
Santa Rosa 4 (NF) 1.28 1.04 1.04 E 0.94 1.06 E
Weighted Mean 0.81 0.65 0.65 0.61 0.70

Pacific Northwest Seattle 0.53 0.53 D 0.49 0.59 D
Tacoma 0.51 0.51 D 0.47 0.57 D
Everett 0.48 0.49 D 0.43 0.53 D
Portland 0.42 0.44 D 0.39 0.50 D
Weighted Mean 0.48 0.49 0.45 0.55

Other WUS Salt Lake City 0.56 0.56 D 0.55 0.65 D
Boise 0.11 0.17 C 0.11 0.17 C
Reno 0.52 0.52 D 0.52 0.61 D
Las Vegas 0.17 0.24 D 0.21 0.30 D
Weighted Mean 0.30 0.34 0.32 0.41

CEUS St. Louis 0.17 0.24 D 0.16 0.25 D
Memphis 0.35 0.40 D 0.35 0.45 D
Charleston 0.37 0.41 D 0.41 0.52 D
Chicago 0.06 0.10 B 0.06 0.10 B
New York 0.07 0.11 B 0.06 0.10 B
Weighted Mean 0.09 0.14 0.09 0.13

Note: It is important to bear in mind that the design spectral response accelerations (SD1 values) and the seismic design categories in the table include the effects of
the updated site coefficients of this standard.
*The ASCE/SEI 7-10 SD1 values are calculated using the ASCE/SEI 7-10 Fv site coefficients, for an undetermined site class (assigned Site Class D in
ASCE/SEI 7-10).
**The ASCE/SEI 7-16 SD1 values are calculated using the updated ASCE/SEI 7-16 Fv site coefficients, also for an undetermined site class (assigned the worst case
of Site Classes C and D in ASCE/SEI 7-16).
***The SDC1 categories corresponding to the SD1 values (and Risk Category I/II/III) are assigned using Table 11.6-2 and the SDC E definition (of ASCE/SEI 7-10
and 7-16) alone.
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than 300 such earthquakes have occurred from 2010 through
2012. Thus, in the areas of the excluded swarms, the seismic
hazard might be higher than that estimated by the 2014 USGS
model; on the other hand, it could decrease significantly in the
coming years with changes in the fluid processes. Treatment of
the potentially induced earthquake swarms in hazard modeling is
a topic of active research.
In 2012, the USGS developed seismic hazard models for

Guam and the Northern Mariana Islands (Guam/NMI) and for
American Samoa using the same type of seismic hazard analysis

that underlies the 2008 model for the conterminous United States.
The hazard models for the islands are documented inMueller et al.
(2012) and Petersen et al. (2012), respectively. In comparing the
MCER ground motion maps derived from these USGS hazard
models to the geographically constant values stipulated for Guam
and American Samoa (Tutuila) in the 2010 and previous editions
of ASCE/SEI 7, it is important to bear in mind that the latter were
not computed via seismic hazard modeling. According to the
commentary of the NEHRP Provisions (1997), the geographically
constant values were merely conversions, via rough approxima-
tions, from values on the NEHRP Provisions (1994) maps that had
been in use for nearly 20 years. As such, they did not take into
account the 1993 Guam earthquake that was the largest ever
recorded in the region and caused considerable damage, the 2009
earthquake near American Samoa that caused a tsunami, nor the
2008 “Next Generation Attenuation (NGA)” and another 2006
empirical ground motion prediction equation that have now been
used for both Guam/NMI and American Samoa. This and other
such information is directly used in the seismic hazard modeling
that is the basis for the MCER ground motion, MCEG peak ground
acceleration, and risk coefficient maps for Guam/NMI and Amer-
ican Samoa in this standard.

RISK-TARGETED MAXIMUM CONSIDERED
EARTHQUAKE (MCER) GROUND MOTION MAPS

As introduced in the NEHRP Provisions (2009) and ASCE/SEI
7-10, the MCER ground motion maps are derived from underly-
ing USGS seismic hazard models in a manner that is significantly
different from that of the mapped values of MCE ground motions
in previous editions of the NEHRP Provisions and ASCE/SEI 7.
These differences include use of (1) probabilistic ground motions
that are risk-targeted, rather than uniform hazard, (2) determin-
istic ground motions that are based on the 84th percentile
(approximately 1.8 times median), rather than 1.5 times median
response spectral acceleration for sites near active faults, and
(3) ground motion intensity that is based on maximum, rather
than the average (geometrical mean), response spectra accelera-
tion in the horizontal plane.
The MCER ground motion maps have been prepared in

accordance with the site-specific procedures of Section 21.2.
More specifically, they represent the lesser of probabilistic
ground motions defined in Section 21.2.1 and deterministic
ground motions defined in Section 21.2.2, in accordance with
Section 21.2.3. The preparation of the probabilistic and deter-
ministic ground motions is described below.
The probabilistic ground motions have been calculated using

Method 2 of Section 21.2.1 and the latest USGS hazard curves
(of mean annual frequency of exceedance versus ground motion
level) computed in accordance with Section 21.2 at gridded
locations covering the United States and its territories. The USGS
hazard curves are first converted from geometric-mean ground
motions (output by the ground motion attenuation relations
available to the USGS) to ground motions in the maximum
direction of horizontal spectral response acceleration, with one
exception. The USGS hazard curves for Hawaii, without con-
version, are deemed to represent the maximum-response ground
motions because of the attenuation relations applied there. For
the other regions, the conversions were done by applying the
factors specified in the site-specific procedures (Section 21.2) of
ASCE/SEI 7-10 and this standard, namely 1.1 at 0.2 s and 1.3 at
1.0 s. The collapse fragilities used in calculating the probabilistic
ground motions have a logarithmic standard deviation (or “beta
value”) of 0.6, as specified in ASCE/SEI 7-10 and this standard
(Section 21.2.1), for the conterminous United States, Guam and

Table C22-4 A Comparison of the MCEG Peak Ground Accel-
erations (PGA Values) from this Standard and ASCE/SEI 7-10 for
the 34 Locations Considered in the 2009 and 2015 Provisions

Region Location Name

ASCE/SEI 7-10 ASCE/SEI 7-16

PGA (g) PGAM (g)* PGA (g) PGAM (g)**

Southern
California

Los Angeles 0.91 0.91 0.84 1.01
Century City 0.81 0.81 0.91 1.09
Northridge 0.62 0.62 0.71 0.86
Long Beach 0.64 0.64 0.74 0.89
Irvine 0.60 0.60 0.53 0.63
Riverside 0.50 0.50 0.50 0.60
San Bernardino 0.91 0.91 0.98 1.18
San Luis Obispo 0.44 0.47 0.48 0.58
San Diego 0.57 0.57 0.72 0.86
Santa Barbara 1.09 1.09 0.93 1.11
Ventura 0.91 0.91 0.88 1.06
Weighted Mean 0.70 0.70 0.74 0.89

Northern
California

Oakland 0.72 0.72 0.79 0.95
Concord 0.79 0.79 0.90 1.07
Monterey 0.59 0.59 0.58 0.69
Sacramento 0.23 0.31 0.24 0.32
San Francisco 0.57 0.57 0.58 0.70
San Mateo 0.73 0.73 0.78 0.93
San Jose 0.50 0.50 0.57 0.69
Santa Cruz 0.59 0.59 0.67 0.81
Vallejo 0.51 0.51 0.62 0.74
Santa Rosa 0.97 0.97 1.02 1.22
Weighted Mean 0.59 0.60 0.65 0.78

Pacific
Northwest

Seattle 0.56 0.56 0.60 0.72
Tacoma 0.50 0.50 0.50 0.60
Everett 0.52 0.52 0.51 0.62
Portland 0.42 0.46 0.40 0.48
Weighted Mean 0.50 0.51 0.51 0.61

Other WUS Salt Lake City 0.67 0.67 0.70 0.84
Boise 0.12 0.19 0.14 0.21
Reno 0.50 0.50 0.62 0.74
Las Vegas 0.20 0.28 0.28 0.37
Weighted Mean 0.34 0.39 0.41 0.51

CEUS St. Louis 0.23 0.31 0.27 0.36
Memphis 0.50 0.50 0.61 0.73
Charleston 0.75 0.75 0.93 1.12
Chicago 0.07 0.11 0.06 0.09
New York 0.17 0.25 0.18 0.26
Weighted Mean 0.17 0.23 0.18 0.25

Note: It is important to bear in mind that the site-adjusted peak ground
accelerations (PGAM values) in the table include the effects of the updated site
coefficients of this standard.
*The ASCE/SEI 7-10 PGAM values are calculated using the ASCE/SEI 7-10
FPGA site coefficients, for an undetermined site class (assigned Site Class D in
ASCE/SEI 7-10).
**The ASCE/SEI 7-16 PGAM values are calculated using the updated ASCE/
SEI 7-16 FPGA site coefficients, also for an undetermined site class (assigned
the worst case of Site Classes C and D in ASCE/SEI 7-16).
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the Northern Mariana Islands, and American Samoa. For the
other regions (Hawaii, Puerto Rico and the U.S. Virgin Islands,
and Alaska), where the latest USGS hazard curves predate the
change of the logarithmic standard deviation from the NEHRP
Provisions (2009) to ASCE/SEI 7-10, the beta value is 0.8. Please
see Luco et al. (2007) for more information on the development
of risk-targeted probabilistic ground motions.

The deterministic ground motions have been calculated using
the “characteristic earthquakes on all known active faults”
(quoted from Section 21.2.2) that the USGS uses in computing
the probabilistic hazard curves. The largest characteristic magni-
tude considered by the USGS on each fault, excluding any lower
weighted magnitudes from the USGS logic tree for epistemic
uncertainty, is used for the deterministic ground motions. The
active faults considered for the deterministic ground motions are
those that have evidence of slip during Holocene time (the past
12,000 years, approximately), plus those with reported geologic
rates of slip larger than 0.0004 in:=year (0.1 mm=year). This slip
rate can result in a magnitude 7 earthquake, which on average
corresponds to 3.94 ft (1.2 m) of slip (Wells and Coppersmith
1994), over a 12,000-year time period; 0.0004 in:=year
(0.1 mm=year) also is the slip rate assigned by the Working
Group on California Earthquake Probabilities (WGCEP 2013)
to faults that, with the information available, could only be
categorized as having a slip rate less than 0.0008 in:=year
(0:2 mm=year). At a user-input location, the fault (among hun-
dreds) and corresponding magnitude that govern its deterministic
groundmotion is output by the USGSweb tool briefly described in
a section of this commentary below. For all the deterministic faults
and magnitudes, the USGS has computed median (50th percen-
tile), geometric-mean ground motions. To convert to maximum-
response ground motions, the same scale factors described in the
preceding paragraph for probabilistic ground motions are applied.
To approximately convert to 84th percentile ground motions, the
maximum-response ground motions are multiplied by 1.8.

MAXIMUM CONSIDERED EARTHQUAKE GEOMETRIC
MEAN (MCEG) PGA MAPS

Like the NEHRP Provisions (2009) and ASCE/SEI 7-10, but not
previous editions, this standard includes contour maps of maxi-
mum considered earthquake geometric mean (MCEG) peak
ground acceleration, PGA, Figs. 22-9 through 22-13, for use in
geotechnical investigations (Section 11.8.3). In contrast to the
MCER ground motion maps, the maps of MCEG PGA are defined
in terms of geometric mean (rather than maximum direction)
intensity and a 2% in 50-year hazard level (rather than a 1% in
50-year risk). Like the MCER ground motion maps, the maps of
MCEG PGA are governed near major active faults by deterministic
values defined as 84th-percentile ground motions. The MCEG
PGAmaps have been prepared in accordance with the site-specific
procedures of Section 21.5 of ASCE/SEI 7-10 and this standard.

LONG-PERIOD TRANSITION MAPS

The maps of the long-period transition period, TL (Figs. 22-14
through 22-17), were introduced in ASCE/SEI 7-05. They were
prepared by the USGS in response to Building Seismic Safety
Council recommendations and were subsequently included in the
NEHRP Provisions (2003). See Section C11.4.6 for a discussion
of the technical basis of these maps. The value of TL obtained
from these maps is used in Eq. (11.4-7) to determine values of Sa
for periods greater than TL.

The exception in Section 15.7.6.1, regarding the calculation
of Sac, the convective response spectral acceleration for tank

response, is intended to provide the user the option of comput-
ing this acceleration with three different types of site-specific
procedures: (a) the procedures in Chapter 21, provided that they
cover the natural period band containing Tc, the fundamental
convective period of the tank-fluid system; (b) ground motion
simulation methods using seismological models; and (c) analysis
of representative accelerogram data. Elaboration of these proce-
dures is provided below.

With regard to the first procedure, attenuation equations have
been developed for the western United States (Next Generation
Attenuation, e.g., Power et al. 2008) and for the central and eastern
United States (e.g., Somerville et al. 2001) that cover the period
band, 0 to 10 s. Thus, for Tc ≤ 10 s, the fundamental convective
period range for nearly all storage tanks, these attenuation equa-
tions can be used in the same probabilistic seismic hazard analysis
(PSHA) and deterministic seismic hazard analysis (DSHA) pro-
cedures described in Chapter 21 to compute Sa (Tc). The 1.5 factor
in Eq. (15.7-11), which converts a 5% damped spectral accelera-
tion to a 0.5% damped value, could then be applied to obtain Sac.
Alternatively, this factor could be established by statistical analy-
sis of 0.5% damped and 5% damped response spectra of accel-
erograms representative of the ground motion expected at the site.

In some regions of the United States, such as the Pacific
Northwest and southern Alaska, where subduction-zone earth-
quakes dominate the ground motion hazard, attenuation equa-
tions for these events only extend to periods between 3 and 5 s,
depending on the equation. Thus, for tanks with Tc greater than
these periods, other site-specific methods are required.

The second site-specific method to obtain Sa at long periods is
simulation through the use of seismological models of fault
rupture and wave propagation (e.g., Graves and Pitarka 2004,
Hartzell and Heaton 1983, Hartzell et al. 1999, Liu et al. 2006,
and Zeng et al. 1994). These models could range from simple
seismic source-theory and wave-propagation models, which
currently form the basis for many of the attenuation equations
used in the central and eastern United States, for example, to
more complex numerical models that incorporate finite fault
rupture for scenario earthquakes and seismic wave propagation
through 2D or 3D models of the regional geology, which may
include basins. These models are particularly attractive for
computing long-period ground motions from great earthquakes
(Mw ≥ ∼8) because ground motion data are limited for these
events. Furthermore, the models are more accurate for predicting
longer period ground motions because (a) seismographic record-
ings may be used to calibrate these models and (b) the general
nature of the 2D or 3D regional geology is typically fairly well
resolved at these periods and can be much simpler than would be
required for accurate prediction of shorter period motions.

A third site-specific method is the analysis of the response
spectra of representative accelerograms that have accurately
recorded long-period motions to periods greater than Tc. As Tc
increases, the number of qualified records decreases. However,
as digital accelerographs continue to replace analog accelero-
graphs, more recordings with accurate long-period motions are
becoming available. Nevertheless, a number of analog and digital
recordings of large and great earthquakes are available that
have accurate long-period motions to 8 s and beyond. Subsets
of these records, representative of the earthquake(s) controlling the
ground motion hazard at a site, can be selected. The 0.5% damped
response spectra of the records can be scaled using seismic source
theory to adjust them to the magnitude and distance of the
controlling earthquake. The levels of the scaled response spectra
at periods around Tc can be used to determine Sac. If the subset of
representative records is limited, then this method should be used
in conjunction with the aforementioned simulation methods.
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RISK COEFFICIENT MAPS

Like those in the NEHRP Provisions (2009) and ASCE/SEI 7-10
(where they were introduced), the risk coefficient maps in this
standard (Figs. 22-18 and 22-19) provide factors, CRS and CR1,
that are used in the site-specific procedures of Chapter 21
(Section 21.2.1.1, Method 1). These factors are implicit in the
MCER ground motion maps.
The mapped risk coefficients are the ratios of (i) risk-targeted

probabilistic ground motions (for 1% in 50 years collapse risk)
derived from the USGS probabilistic seismic hazard curves, as
described in the MCER ground motion maps section above, to
(ii) corresponding uniform-hazard (2% in 50 years ground
motion exceedance probability) ground motions that are simply
interpolated from the USGS hazard curves. Note that these ratios
(risk coefficients) are invariant to maximum-response scale
factors that are applied to both the numerator and denominator.

GROUND MOTION WEB TOOL

The USGS has developed a companion web tool that calculates
location-specific spectral values based on latitude and longitude.
The calculated values are based on the gridded values used to
prepare the maps. The spectral values can be adjusted for site class
effects within the program using the site classification procedure in
Section 20.1 and the site coefficients in Sections 11.4 and 11.8.
The companion tool may be accessed at the USGS Earthquake
Hazards Program website or through other hazards mapping tools.
The tool should be used to establish spectral values for design
because the maps found in this chapter are too small to provide
accurate spectral values for many sites.

UNIFORM HAZARD AND DETERMINISTIC GROUND
MOTION MAPS

Implicit in the MCER ground motion, MCEG PGA, and risk coef-
ficient maps provided are uniform hazard (2% in 50 years ground
motion exceedance probability) and deterministic (84th percentile)
ground motions. The NEHRP Provisions (2009) provided maps of
such uniform hazard and deterministic ground motions, but ASCE/
SEI 7-10 and this standard do not. Instead, uniform hazard and
deterministic ground motion maps consistent with this chapter are
provided. Furthermore, values from these maps can be obtained via
the ground motion software tool previously described.
It is important to note that the provided uniform hazard ground

motion maps are for maximum direction of horizontal spectral
response acceleration. As such, they are different than the maps
of geometric mean spectral response acceleration provided else-
where on the USGS Earthquake Hazards Program website. The
provided deterministic ground motion maps are also for the
maximum direction, but no geometric mean counterparts are
provided. The USGS prepares the deterministic ground motion
maps solely for the purposes of this standard, following the
definition of deterministic ground motions in Section 21.2.2
(with the 84th percentile approximated as 1.8 times the median).
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CHAPTER C23

SEISMIC DESIGN REFERENCE DOCUMENTS

There is no Commentary for Chapter 23.
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CHAPTER C26

WIND LOADS: GENERAL REQUIREMENTS

C26.1 PROCEDURES

Chapter 26 is the first of six chapters devoted to the wind load
provisions. It provides the basic wind design parameters that are
applicable to the various wind load determination methodologies
contained in Chapters 27 through 31. Specific items covered in
Chapter 26 include definitions, basic wind speed, exposure
categories, internal pressures, elevation effects, enclosure classi-
fication, gust effects, and topographic factors.

C26.1.1 Scope. The procedures specified in this standard
provide wind pressures and forces for the design of the main
wind force resisting system (MWFRS) and of components and
cladding (C&C) of buildings and other structures. The procedures
involve the determination of wind directionality and velocity
pressure, the selection or determination of an appropriate gust-
effect factor, and the selection of appropriate pressure or force
coefficients. The procedures account for the level of structural
reliability required, the effects of differing wind exposures, the
speed-up effects of certain topographic features such as hills and
escarpments, and the size and geometry of the building or other
structure under consideration. The procedures differentiate
between rigid and flexible buildings and other structures, and
the results generally envelope the most critical load conditions for
the design of MWFRS as well as C&C.

The pressure and force coefficients provided in Chapters 27, 28,
29, and 30 have been assembled from the latest boundary-layer
wind tunnel and full-scale tests and from previously available
literature. Because the boundary-layer wind tunnel results were
obtained for specific types of building, such as low- or high-rise
buildings and buildings that have specific types of structural
framing systems, the designer is cautioned against indiscriminate
interchange of values among the figures and tables.

C26.1.2 Permitted Procedures. The wind load provisions
provide several procedures (as illustrated in Fig. 26.1-1) from
which the designer can choose.

For MWFRS:

1. Directional Procedure for Buildings of All Heights
(Chapter 27).

2. Envelope Procedure for Low-Rise Buildings (Chapter 28).
3. Directional Procedure for Building Appurtenances and

Other Structures (Chapter 29).
4. Wind Tunnel Procedure for All Buildings and Other

Structures (Chapter 31).

For C&C:

1. Analytical Procedure for Buildings and Building Appurte-
nances (Chapter 30).

2. Wind Tunnel Procedure for All Buildings and Other
Structures (Chapter 31).

A “simplified method” for which the designer can select wind
pressures directly from a table without any calculation, where the
building meets all the requirements for application of the method,
is provided for designing buildings using the Directional Proce-
dure (Chapter 27, Part 2), the Envelope Procedure (Chapter 28,
Part 2), and the Analytical Procedure for Components and
Cladding (Chapter 30).

Limitations. The provisions given under Section 26.1.2 apply
to the majority of site locations and buildings and other struc-
tures, but for some projects, these provisions may be inadequate.
Examples of site locations and buildings and other structures (or
portions thereof) that may require other approved standards,
special studies using applicable recognized literature pertaining
to wind effects, or using the Wind Tunnel Procedure of
Chapter 31, include

1. Site locations that have channeling effects or wakes from
upwind obstructions. Channeling effects can be caused by
topographic features (e.g., a mountain gorge) or buildings
(e.g., a neighboring tall building or a cluster of tall build-
ings). Wakes can be caused by hills, buildings, or other
structures.

2. Buildings with unusual or irregular geometric shape, in-
cluding barrel vaults, arched roofs, and other buildings
whose shape (in plan or vertical cross section) differs
significantly from the shapes in Figs. 27.3-1, 27.3-2,
27.3-3, 27.3-7, 28.3-1, and 30.3-1 through 30.3-7. Unusual
or irregular geometric shapes include buildings with mul-
tiple setbacks, curved facades, or irregular plans resulting
from significant indentations or projections, openings
through the building, or multitower buildings connected
by bridges.

3. Buildings or other structures with response characteristics
that result in substantial vortex-induced and/or torsional
dynamic effects, or dynamic effects resulting from aero-
elastic instabilities such as flutter or galloping. Such dy-
namic effects are difficult to anticipate, being dependent on
many factors, but should be considered when any one or
more of the following apply:
• The height of the building or other structure is more than
400 ft (122 m).

• The height of the building or other structure is greater
than 4 times its minimum effective width Bmin, as defined
below.

• The lowest natural frequency of the building or other
structure is less than n1 = 0.25 Hz.

• The reduced velocity Vz∕(n1Bmin) > 5, where z= 0.6h
and Vz is the mean hourly velocity in ft∕s (m∕s) at
height z.
The minimum effective width Bmin is defined as the

minimum value of
P

hiBi∕
P

hi considering all wind
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directions. The summations are performed over the height
of the building or other structure for each wind direction,
where hi is the height above grade of level i and Bi is the
width at level i normal to the wind direction.

4. Bridges, cranes, electrical transmission lines, guyed masts,
highway signs and lighting structures, telecommunication
towers, and flagpoles.

When undertaking detailed studies of the dynamic response
to wind forces, the fundamental frequencies of the building or
other structure in each direction under consideration should be
established using the structural properties and deformational
characteristics of the resisting elements in a properly substanti-
ated analysis, and not using approximate equations based on
height.
Shielding. Because of the lack of reliable analytical proce-

dures for predicting the effects of shielding provided by buildings
and other structures or by topographic features, reductions in
velocity pressure caused by shielding are not permitted under the
provisions of this chapter. However, this does not preclude the
determination of shielding effects and the corresponding reduc-
tions in velocity pressure by means of the Wind Tunnel Proce-
dure in Chapter 31.

C26.2 DEFINITIONS

Several important definitions given in the standard are discussed
in the following text. These terms are used throughout the
standard and are provided to clarify application of the standard
provisions.
BUILDING, ENCLOSED; BUILDING, OPEN; BUILD-

ING, PARTIALLY ENCLOSED; BUILDING, PARTIAL-
LY OPEN: These definitions relate to the proper selection of
internal pressure coefficients, (GCpi). “Enclosed,” “open,” and
“partially enclosed” buildings are specifically defined. All other
buildings are considered to be “partially open” by definition,
although there may be large openings in two or more walls. An
example of this would be a parking garage through which the wind
can easily pass but which does not meet the definition for either an
open or a partially enclosed building. The internal pressure
coefficient for such a building would be ±0.18, and the internal
pressures would act on the solid areas of the walls and roof. The
standard also specifies that a building that meets both the “open”
and “partially enclosed” definitions should be considered “open.”
BUILDING OR OTHER STRUCTURE, FLEXIBLE: A

building or other structure is considered “flexible” if it contains
a significant dynamic resonant response. Resonant response
depends on the gust structure contained in the approaching wind,
on wind loading pressures generated by the wind flow about the
building, and on the dynamic properties of the building or
structure. Gust energy in the wind is smaller at frequencies
above about 1 Hz. Therefore, the resonant response of most
buildings and structures with lowest natural frequency above
1 Hz are sufficiently small that resonant response can often be
ignored. The natural frequency of buildings or other structures
greater than 60 ft (18.3 m) in height is determined in accordance
with Sections 26.11.1 and 26.11.2. When buildings or other
structures have a height exceeding 4 times the least horizontal
dimension or when there is reason to believe that the natural
frequency is less than 1 Hz (natural period greater than 1 s),
the natural frequency of the structure should be investigated.
Approximate equations for natural frequency or period for vari-
ous building and structure types in addition to those given in
Section 26.11.2 for buildings are contained in Commentary
Section C26.11.

BUILDING OR OTHER STRUCTURE, REGULAR-
SHAPED: Defining the limits of applicability of the various
procedures within the standard requires a balance between the
practical need to use the provisions past the range for which data
have been obtained and restricting use of the provisions past the
range of realistic application. Wind load provisions are based
primarily on wind tunnel tests on shapes shown in Figs. 27.3-1,
27.3-2, 27.3-3, 27.3-7, 28.3-1, and 30.3-1 through 30.3-7.
Extensive wind tunnel tests on actual structures under design
show that relatively large changes from these shapes can, in
many cases, have minor changes in wind load, while in other
cases seemingly small changes can have relatively large effects,
particularly on cladding pressures. Wind loads on complicated
shapes are frequently smaller than those on the simpler shapes of
Figs. 27.3-1, 27.3-2, 27.3-7, 28.3-1, and 30.3-1 through 30.3-7,
and so wind loads determined from these provisions are expected
to envelop most structure shapes. Buildings or other structures
that are clearly unusual should be designed using the Wind
Tunnel Procedure of Chapter 31.
BUILDING OR OTHER STRUCTURE, RIGID: The de-

fining criterion for “rigid,” in comparison to “flexible,” is that the
natural frequency is greater than or equal to 1 Hz. A general
guidance is that most rigid buildings and structures have height-
to-minimum-width less than 4. The provisions of Sections
26.11.1 and 26.11.2 provide methods for calculating natural
frequency (period = 1/natural frequency), and Commentary
Section C26.11 provides additional guidance.
COMPONENTS AND CLADDING (C&C): Components

receive wind loads directly or from cladding and transfer the load
to the MWFRS. Cladding receives wind loads directly. Examples
of components include, but are not limited to, fasteners, purlins,
girts, studs, sheathing, roof decking, certain trusses, and elements
of trusses receiving wind loads from cladding. Examples of
cladding include, but are not limited to, wall coverings, curtain
walls, roof coverings, sheathing, roof decking, exterior windows,
and doors. Components can be part of the MWFRS when they act
as elements in shear walls or roof diaphragms, but they may also
be loaded directly by wind as individual elements. The designer
should use appropriate loads for design of components, which
may require certain components to be designed for more than one
type of wind loading; for example, long-span roof trusses should
be designed for loads associated with MWFRS, and individual
members of trusses should also be designed for C&C loads
(Mehta and Marshall 1998).
DIAPHRAGM: This definition for diaphragm in wind load

applications, for the case of untopped steel decks, differs some-
what from the definition used in Section 12.3 because dia-
phragms under wind loads are expected to remain essentially
elastic.
EFFECTIVE WIND AREA, A: Effective wind area is the

area of the building surface used to determine (GCp). This area
does not necessarily correspond to the area of the building
surface contributing to the force being considered. Two cases
arise. In the usual case, the effective wind area does correspond to
the area tributary to the force component being considered. For
example, for a cladding panel, the effective wind area may be
equal to the total area of the panel. For a cladding fastener, the
effective wind area is the area of cladding secured by a single
fastener. A mullion may receive wind from several cladding
panels. In this case, the effective wind area is the area associated
with the wind load that is transferred to the mullion.
The second case arises where components such as roofing

panels, wall studs, or roof trusses are spaced closely together.
The area served by the component may become long and narrow.
To better approximate the actual load distribution in such cases,
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the width of the effective wind area used to evaluate (GCp) need
not be taken as less than one-third the length of the area. This
increase in effective wind area has the effect of reducing the
average wind pressure acting on the component. Note, however,
that this effective wind area should only be used in determining
the (GCp) in Figs. 30.3-1 through 30.3-6. The induced wind load
should be applied over the actual area tributary to the component
being considered.

For membrane roof systems, the effective wind area is the area
of an insulation board (or deck panel if insulation is not used) if
the boards are fully adhered (or the membrane is adhered directly
to the deck). If the insulation boards or membrane are mechani-
cally attached or partially adhered, the effective wind area is the
area of the board or membrane secured by a single fastener or
individual spot or row of adhesive.

For windows, doors, and other fenestration assemblies, the
effective wind area for typical single-unit assemblies can be
taken as the overall area of the assembly. For assemblies
comprised of more than one unit mulled together or for more
complex fenestration systems, it is recommended that the fenes-
tration product manufacturer be consulted for guidance on the
appropriate effective wind area to use when calculating the
design wind pressure for product specification purposes.

The definition of effective wind area for rooftop solar panels
and arrays is similar to that for components and cladding. As
with C&C, the width of the effective wind area need not be less
than one-third its length (which is typically equal to the span of
the framing element being considered). The induced wind
pressure is calculated per Fig. 29.4-4 using this effective wind
area, and the wind pressure is then applied over the actual area
tributary to the element.

Effective wind area is equal to the tributary area except in
cases where the exception is invoked that the width of the
effective wind area need not be less than one-third its length.
In such cases, the effective wind area can be taken as larger than
the tributary area.

Tributary area for a spanning structural member of a solar
array depends on the span length of that member times the
perpendicular distances to adjacent parallel members. For a
support point or fastener, tributary area depends on the span of
members framing into that support point.

Tributary area (and effective wind area) can depend on the
characteristics of the solar array support system and the load path.

For a roof-bearing system that has different load paths for
upward, downward, and lateral forces, the appropriate effective
wind area for each direction of forces is used.

If the support system for the solar array has adequate
strength, stiffness, and interconnectedness to span across a
support or ballast point that is subject to yielding or uplift, the
effective wind area can be correspondingly increased, provided
that strengths are not governed by brittle failure and that the
deformation of the array is evaluated and does not result in
adverse performance. It should be noted that effective wind
areas for uplift are usually much smaller than for lateral (drag)
forces for ballasted arrays.

MAIN WIND FORCE RESISTING SYSTEM (MWFRS):
The MWFRS can consist of a structural frame or an assemblage
of structural elements that work together to transfer wind loads
acting on the entire building or structure to the ground. Structural
elements such as cross-bracing, shear walls, roof trusses, and roof
diaphragms are part of the MWFRS when they assist in trans-
ferring overall loads (Mehta and Marshall 1998).

WIND-BORNE DEBRIS REGIONS: Wind-borne debris
regions are defined to alert the designer to areas requiring
consideration of missile impact design. These areas are located
within hurricane-prone regions where there is a high risk of
glazing failure caused by the impact of wind-borne debris.

C26.3 SYMBOLS

The following additional symbols and notation are used herein:

Aob = average area of open ground surrounding each
obstruction;

n = reference period, in years;
Pa = annual probability of wind speed exceeding a given

magnitude [Eq. (C26.5-3)];
Pn = probability of exceeding design wind speed during n

years [Eq. (C26.5-3)];
Sob = average frontal area presented to the wind by each

obstruction;
Vt = wind speed averaged over t seconds (see Fig. C26.5-1),

in mi∕h (m∕s);
V3600 = mean wind speed averaged over 1 h (see Fig. C26.5-1), in

mi∕h (m∕s); and
β = damping ratio (percentage of critical damping).

FIGURE C26.5-1 Maximum Speed Averaged over t (s) to Hourly Mean Speed
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C26.4 GENERAL

C26.4.3 Wind Pressures Acting on Opposite Faces of Each
Building Surface. Section 26.4.3 is included in the standard to
ensure that internal and external pressures acting on a building
surface are taken into account by determining a net pressure from
the algebraic sum of those pressures. For additional information
on the application of the net C&C wind pressure acting across a
multilayered building envelope system, including air-permeable
cladding, refer to Section C30.1.1.

C26.5 WIND HAZARD MAP

C26.5.1 Basic Wind Speed. All the wind speed maps in
ASCE 7-16 have been updated, based on (i) a new analysis of non-
hurricane wind data available through 2010, and (ii) improvements
to the hurricane simulation model, which better account for the
translation speed effects of fast-moving storms and the transition
from hurricanes to extratropical storms in the northern latitudes
(i.e., transition from warm core to cold core low-pressure systems).
Separate wind speed maps are now provided for Risk Category III
and Risk Category IV buildings and structures, recognizing the
higher reliabilities required for essential facilities and facilities
whose failure could pose a substantial hazard to the community.
Location-specific basic wind speeds may be determined using
http://windspeedatcouncil.org/windspeed. This website provides
wind speeds to the nearest mile per hour based on a defined
location using either latitude/longitude or an address. The website
results use the same data used to develop the paper maps currently
in the standard. Wind speeds are provided to the user for each of
the Risk Categories, each of the serviceability periods, and a com-
parison speed for ASCE 7-10, ASCE 7-05 (3-s peak gust), and
ASCE 7-93 (fastest mile).
In the 2016 edition, microzoned “effective” wind speed maps

for Hawaii were added in accordance with the strength design
return periods, including the effect of topography. The Hawaii
effective wind speeds are algebraically formulated to include the
macroscale and mesoscale terrain-normalized values of Kzt and
Kd (Chock et al. 2005), i.e., V effective is the basic windspeed V
multiplied by

p
(Kzt × Kd∕0.85), so that the engineer is permitted

to more conveniently use the standard values of Kzt of 1.0 and Kd
as given in Table 26.6-1. Note that local site conditions of finer
toposcale, such as ocean promontories and local escarpments,
should still be examined. Spatial resolution scales for digital
modeling, including terrain effects, are conventionally described
in the recognized literature as follows:

Scale Spatial Resolution

Toposcale 32–656 ft (10–200 m)
Mesoscale 656 ft–3.1 mi (200 m–5 km)
Macroscale 3.1 mi–311 mi (5–500 km)

The decision in ASCE 7-10 to move to separate strength
design wind speed maps for different Risk Categories in con-
junction with a wind load factor of 1.0, instead of using a single
map in conjunction with an Importance Factor and a load factor
of 1.6, relied on several considerations:

1. A strength-level design wind speed map brings the wind
loading approach in line with that used for seismic loads, in
that they both are aimed at achieving uniform risk rather
than uniform hazard and eliminate the use of a load factor
for strength design.

2. Having separate maps removes inconsistencies that oc-
curred with the use of Importance Factors, which varied
with location, and allows for the geographical description

of zones affected by nonhurricane winds only and by both
hurricane and non-hurricane winds as a function of mean
recurrence interval (MRI).

3. Each map has the same MRI for design wind speeds in
those two zones.

4. By providing the design wind speed directly, the maps
more clearly inform owners and their consultants about the
storm intensities for which the buildings and other struc-
tures are designed.

Selection of Return Periods. The methodology for selection
of the return periods used in ASCE 7-10 (Vickery et al. 2010) has
been modified for ASCE 7-16. In order to determine a return
period for each Risk Category consistent with the target reliabil-
ities in Table C1.3-1, the ASCE 7 Load Combinations Subcom-
mittee conducted a reliability analysis that incorporated new data
on the directionality factor. The nominal design value Kd = 0.85
was based on a relatively simple directional analysis conducted as
part of the original ANSI A58/ASCE 7 load factor development.
One of the underlying assumptions of the original analysis was
that the wind directionality factor, Kd = 0.85, was unbiased be-
cause only limited data on the effects of wind directionality were
available at the time. More recent research by Isyumov et al.
(2013), simulating three building geometries at two different
locations, indicates that the ASCE 7 nominal values of Kd are
affected by a bias (defined as the ratio of the mean value, μKd, to
the nominal value, Kdn). The nominal value of Kd is conservative
for both tropical and extratropical winds because the mean value is
less than the nominal value. Additional reliability analyses were
performed to examine the effect of Kd on the return period and
associated reliability. The subcommittee found that the following
return periods for each Risk Category are consistent with the target
reliabilities in the first row of Table 1.3-1: Risk Category I:
300 years; Risk Category II: 700 years; Risk Category III:
1,700 years; and Risk Category IV: 3,000 years.
Wind Speed. The wind speed maps of Figs. 26.5-1 and 26.5-2

present basic wind speeds for the contiguous United States,
Alaska, Hawaii, and other selected locations. The wind speeds
correspond to 3-s gust speeds at 33 ft (10 m) above ground for
Exposure Category C. Because the wind speeds of Figs. 26.5-1
and 26.5-2 reflect conditions at airports and similar open-country
exposures, they do not account for the effects of significant
topographic features such as those described in Section 26.8. In
ASCE 7-16, wind speeds in nonhurricane-prone areas of the
contiguous United States are mapped using contours to better
reflect regional variations in the extreme wind climate. Point
values are provided to aid interpolation, in a style similar to that
used in the ASCE 7 seismic hazard maps. Summaries of the data
and methods used to estimate both the nonhurricane and hurri-
cane wind speeds are given below, along with a description of
how these wind speeds are combined to make the final maps.
Detailed descriptions are provided in Pintar et al. (2015) and
Lombardo et al. (2016).
Nonhurricane Wind Speeds. The nonhurricane wind speeds

for the contiguous United States were estimated from peak gust
speed data collected at 575 meteorological stations. The data at
each station were extracted from the meteorological records and
classified by storm type, thunderstorm or nonthunderstorm after
removal of gusts associated with tropical cyclones (i.e., hurri-
canes and tropical storms). Recorded peak gusts from each
station were corrected as needed to standardize the observations
to equivalent 3-s peak gusts at 10 m (33 ft) height over open
(Exposure C) terrain. At each station, there were at least 15 years
of data, and there were sufficient numbers of both thunderstorm
and nonthunderstorm observations to account for their potential
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differences when estimating wind speeds with specified mean
recurrence intervals. The estimation was performed in two stages.
In the first stage, a peaks-over-thresholds (POT) model was fitted
to the data from each station. The POT model used was the
Poisson process model first described in Pickands (1971) and
extended in Smith (1989) to allow the parameters of the Poisson
process to be time dependent. This model allowed for differenti-
ation between thunderstorm and nonthunderstorm winds. The
Poisson process has a tail length parameter that may be set to
zero, leading to Gumbel-like tails for the distribution of wind
speeds. Such distributional tails were used in this work, consis-
tent with past practice in wind engineering. The fitted POT
models allowed for the estimation of wind speeds for any
required mean recurrence interval at all stations. In the second
stage, local regression (Cleveland and Devlin 1988) was used to
interpolate wind speeds at all points of a fine regular grid
covering the contiguous United States for all required mean
recurrence intervals. This had the effect of spatially smoothing
the noisy station estimates. The smoothed wind speed estimates
provided the basis for creating the isotach maps.

Limited data were available on the Washington and Oregon
coast. In this region, a special wind region was defined to permit
local jurisdictions to select speeds based on local knowledge and
analysis. Speeds in the Aleutian Islands and in the interior of
Alaska were established from gust data. Insufficient data were
available for a detailed coverage of the mountainous regions,
so gust data in Alaska were not corrected for potential terrain
influence. It is possible that wind speeds in parts of Alaska would
be smaller if the topographic wind speed-up effect on recorded
wind speeds were taken into account. In Alaska, the maps for
each return period were determined by multiplying the 50-year
MRI contours given in ASCE 7-10 Fig. CC-3 by a factor, FRA,
equal to

FRA = 0.45þ 0.085 ln (12T) (C26.5-1)

where T is the return period in years (Peterka and Shahid 1998).
The resulting contours were interpolated to the nearest 10 mi∕h,
except for the innermost and outermost contours, which were
rounded to the nearest 5 mi∕h.

Hurricane Wind Speeds. The hurricane wind speeds are
based on the results of a Monte Carlo simulation model
generally described in Applied Research Associates (2001),
Vickery and Wadhera (2008a, b), and Vickery et al. (2009a, b,
2010). The hurricane simulation model used to develop the
wind speeds in ASCE 7-16 included two updates to the model
used for ASCE 7-10. A reduced translation speed effect for
fast-moving storms (NRC 2011) was incorporated, and a
simple extratropical transition model was also implemented,
where the surface winds are reduced linearly by up to 10%
over the latitude range 37 N to 45 N. This reduction approx-
imates transitioning from a hurricane boundary layer to an
extratropical storm boundary layer. The effects of the model
revisions are to slightly reduce hurricane speeds in the north-
east, extending from Maine to Virginia.

Combination of Nonhurricane and Hurricane Wind Speed
Data. Nonhurricane wind speeds and hurricane wind speeds were
estimated for return periods ranging from 10 years to 100,000 years.
The nonhurricane and hurricane winds were then combined as
statistically independent events using Eq. (C26.5-2), the same
general approach that has been used in previous editions of
ASCE 7:

Pa(v > V)= 1 − PNH(v < V)PH(v < V) (C26.5-2)

where

Pa(v > V) is the annual exceedance probability for the
combined wind hazards,

PNH(v < V) is the annual nonexceedance probability for
nonhurricane winds, and

PH(v < V) is the annual nonexceedance probability for
hurricane winds.

The combined winds were interpolated to yield the combined
wind hazard curves for MRIs associated with each of the wind
speed maps. In cases where the hurricane contours are unchanged
from ASCE 7-10, the shape files from these previous maps were
used to ensure continuity between the maps.

Correlation of Basic Wind Speed Map with the Saffir-
Simpson Hurricane Wind Scale. Hurricane intensities are
reported by the National Hurricane Center (NHC) according to
the Saffir-Simpson Hurricane Wind Scale (NHC 2015), shown in
Table C26.5-1. This scale has found broad usage by hurricane
forecasters and local and federal agencies responsible for short-
range evacuation of residents during hurricane alerts, as well as
long-range disaster planners and the news media. The scale
contains five categories of hurricanes and distinguishes them
based on wind speed intensity.

The wind speeds used in the Saffir-Simpson Hurricane Wind
Scale are defined in terms of a sustained wind speed with a 1-min
averaging time at 33 ft (10 m) over open water. The ASCE 7
standard by comparison uses a 3-s gust speed at 33 ft (10 m)
above ground in Exposure C (defined as the basic wind speed,
and shown in the wind speed map, Figs. 26.5-1 and 26.5-2). The
sustained wind speed over water in Table C26.5-2 cannot be
converted to a peak gust wind speed using the Durst curve of
Fig. C26.5-1, which is only valid for wind blowing over open
terrain (Exposure C). An approximate relationship between
the wind speeds in ASCE 7 and the Saffir-Simpson scale, based
on recent data which indicate that the sea surface roughness
remains approximately constant for mean hourly speeds in
excess of 67 mi∕h (30 m∕s), is shown in Table C26.5-2. The
table provides the sustained wind speeds of the Saffir-Simpson
Hurricane Wind Scale over water, equivalent-intensity gust wind
speeds over water, and equivalent-intensity gust wind speeds
over land. For a storm of a given intensity, Table C26.5-2 takes
into consideration both the reduction in wind speed as the storm
moves from over water to over land because of changes in
surface roughness, and the change in the gust factor as the storm
moves from over water to over land (Vickery et al 2009a; Simiu
et al. 2007).

Table C26.5-3 shows the design wind speed from the ASCE 7
basic wind speed maps (Figs. 26.5-1 and 26.5-2) for various

Table C26.5-1 Saffir-Simpson Hurricane Wind Scale

Hurricane
Category

Sustained Wind
Speeda mph (m∕s)

Types of Damage Due
to Hurricane Winds

1 74–95 (33–42) Very dangerous winds will produce
some damage

2 96–110 (43–49) Extremely dangerous winds will cause
extensive damage

3 111–129 (50–57) Devastating damage will occur
4 130–156 (58–69) Catastrophic damage will occur
5 ≥157 (70) Highly catastrophic damage will occur

a1-minute average wind speed at 33 ft (10 m) above open water.
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locations along the hurricane coastline from Maine to Texas, and
for Hawaii, Puerto Rico, and the Virgin Islands. Tables C26.5-4
through C26.5-6 show the basic wind speeds for Risk Category
II, III, and IV buildings and other structures in terms of the
hurricane category equivalents on the Saffir-Simpson Hurricane
Wind Scale. These wind speeds represent an approximate limit
state; structures designed to withstand the wind loads specified in
this standard, which are also appropriately constructed and
maintained, should have a high probability of surviving hurri-
canes of the intensities shown in Tables C26.5-4 through C26.5-6
without serious structural damage from wind pressure alone.
Tables C26.5-2 through C26.5-6 are intended to help users of

the standard better understand design wind speeds as used in this
standard in relation to wind speeds reported by weather fore-
casters and the news media, who commonly use the Saffir-
Simpson Hurricane Wind Scale. The Saffir-Simpson hurricane
category equivalent Exposure C gust wind speed values given in
Tables C26.5-2 through C26.5-6, which are associated with a
given sustained wind speed, should be used as a guide only.

Table C26.5-2 Approximate Relationship between Wind Speeds in
ASCE 7 and Saffir-Simpson Hurricane Wind Scale

Saffir-Simpson
Hurricane
Category

Sustained Wind
Speed over Watera

Gust Wind
Speed over Waterb

Gust Wind
Speed Over Landc

mph m∕s mph m∕s mph m∕s

1 74–95 33–42 90–116 40–51 81–105 36–47
2 96–110 43–49 117–134 52–59 106–121 48–54
3 111–129 50–57 135–157 60–70 122–142 55–63
4 130–156 58–69 158–190 71–84 143–172 64–76
5 >157 >70 >191 >85 >173 >77

a1-min average wind speed at 33 ft (10 m) above open water.
b3-s gust wind speed at 33 ft (10 m) above open water.
c3-s gust wind speed at 33 ft (10 m) above open ground in Exposure Category
C. This column has the same basis (averaging time, height, and exposure) as
the basic wind speed from Figs. 26.5-1 and 26.5-2.

Table C26.5-3 Basic Wind Speeds at Selected Coastal Locations in Hurricane-Prone Areas

Coordinates (decimal degrees) Basic Wind Speeds (mph)

Location Latitude Longitude Risk Cat II (700-yr) Risk Cat III (1,700-yr) Risk Cat IV (3,000-yr)

Bar Harbor, Maine 44.3813 −68.1968 110 119 124
Hampton Beach, New Hampshire 42.9107 −70.8102 116 124 129
Boston, Massachusetts 42.3578 −71.0012 120 129 133
Hyannis, Massachusetts 41.6359 −70.2901 132 139 145
Newport, Rhode Island 41.453 −71.3058 131 139 144
New Haven, Connecticut 41.2803 −72.9327 121 129 134
Southhampton, New York 40.871 −72.3844 130 138 145
Manhattan, New York 40.7005 −74.0135 115 127 130
Atlantic City, New Jersey 39.3536 −74.4336 126 135 140
Rehoboth Beach, Delaware 38.7167 −75.0752 121 130 137
Ocean City, Maryland 38.3314 −75.0835 128 136 140
Virginia Beach, Virginia 36.8306 −75.9691 123 132 137
Wrightsville Beach, North Carolina 34.1973 −77.8014 146 156 160
Folly Beach, South Carolina 32.6496 −79.9512 149 158 166
Sea Island, Georgia 31.179 −81.3472 131 145 150
Jacksonville Beach, Florida 30.2836 −81.387 129 140 150
Melbourne Beach, Florida 28.0684 −80.5564 151 162 170
Miami Beach, Florida 25.7643 −80.1309 170 183 190
Key West, Florida 24.5477 −81.7843 180 200 200
Clearwater, Florida 27.9658 −82.8042 146 153 158
Panama City Beach, Florida 30.1558 −85.7744 135 146 149
Gulf Shores, Alabama 30.2486 −87.6808 160 172 177
Biloxi, Mississippi 30.3924 −88.8887 160 176 183
Slidell, Louisiana 30.2174 −89.824 142 152 158
Cameron, Louisiana 29.7761 −93.2921 144 154 158
Galveston, Texas 29.2663 −94.826 150 159 167
Port Aransas, Texas 27.8346 −97.0446 150 157 163
Hawaii n/a n/a 130 145 150
San Juan, Puerto Rico 18.4501 −66.0367 160 170 175
Virgin Islands n/a n/a 165 175 180

Notes:
1. All wind speeds in Table C26.5-3 are 3-s gust wind speeds at 33 ft (10 m) above ground for Exposure Category C.
2. The basic wind speed in hurricane–prone regions can vary significantly over a city or county; the values shown are for randomly

selected points along the coast for communities listed in the tables. Wind speeds at other locations within those communities may
be greater or less than the values shown in the table.

3. Conversion of mph to m/s: mph × 0.44704=m∕s.
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The gust wind speeds associated with a given sustained wind
speed may vary with storm size and intensity, as suggested in
Vickery et al. (2009a).
Wind Speeds for Serviceability Design. For serviceability

applications such as drift and habitability, the Appendix C
Commentary presents maps of peak gust wind speeds at 33 ft
(10 m) above ground in Exposure C conditions for return
periods of 10, 25, 50, and 100 years (Figs. CC.2-1 through
CC.2-4).
The probability, Pn, that the wind speed associated with a

certain annual probability, Pa, will be equaled or exceeded at
least once during an exposure period of n years is given by

Pn = 1 − (1 − Pa)n (C26.5-3)

where

Pa = 1 − e(−1∕MRI) (C26.5-4)

For MRIs of about 10 years or longer, Pa is very closely
approximated by the reciprocal of the mean recurrence interval,
i.e., Pa ≈ 1∕MRI.
As an example, if a wind speed is based upon Pa = 0.02∕year

(50-year MRI), the probability that this speed will be equaled
or exceeded (at least once) during a 25-year period is 0.40
(i.e., 40%), and the probability of being equaled or exceeded
in a 50-year period is 64%. Similarly, if a wind speed is based
upon Pa = 0.00143 (700-year MRI), the probability that this
speed will be equaled or exceeded during a 25-year period is
3.5%, and the probability of being equaled or exceeded in a 50-
year period is 6.9%.
Some products have been evaluated, and test methods have

been developed based on design wind speeds that are consistent
with the unfactored load effects typically used in allowable stress
design (ASD). Table C26.5-7 provides a comparison of the
strength design-based wind speeds used in the ASCE 7-10 and
7-16 basic wind speed maps and the ASCE 7-05 basic wind
speeds used in these product evaluation reports and test methods.
A column of values is also provided to allow comparison with
ASCE 7-93 basic wind speeds.
C&C Rating for Building Envelope Products. Building

envelope products that have been tested to air pressure standards
(such as ASTM E330, CSA A123.21, or other standards that

incorporate a safety factor) are typically rated for an allowable
stress design wind pressure (0.6W) rather than a strength design
pressure (1.0W) or wind speed. In order to properly select
products tested and rated in this manner, the C&C pressures
determined from Chapter 30 should be adjusted for the allowable
stress design load factor of 0.6W in Section 2.4.1.

C26.5.2 Special Wind Regions. Although the wind speed maps
of Figs. 26.5-1 and 26.5-2 are valid for most regions of the
country, there are special regions in which wind speed
anomalies are known to exist. Some of these special regions are
noted in Figs. 26.5-1 and 26.5-2. In 2016, the special wind regions
were restored to the areas originally designated in ANSI A58.1
through ASCE 7-93. The regions had inadvertently been changed
in ASCE 7-95 because of an unintended graphical error. The
special wind regions around the Great Lakes in the northeast
United States and in the Puget Sound area near Seattle were
omitted intentionally in ASCE 7-95 because of lack of
meteorological data demonstrating the existence of wind speeds
higher than could be explained by exposure. Winds blowing over
mountain ranges or through gorges or river valleys in these special
regions can develop speeds that are substantially higher than the
values indicated on the map. When selecting basic wind speeds in
these special regions, use of regional climatic data and consultation
with a wind engineer or meteorologist is advised.
It is also possible that anomalies in wind speeds exist on a

micrometeorological scale. For example, wind speed-up over
hills and escarpments is addressed in Section 26.8. Wind speeds
over complex terrain may be better determined by wind tunnel
studies as described in Chapter 31. Adjustments of wind speeds
should be made at the micrometeorological scale on the basis
of wind engineering or meteorological advice and used in
accordance with the provisions of Section 26.5.3 when such ad-
justments are warranted. Because of the complexity of moun-
tainous terrain and valley gorges in Hawaii, there are topo-
graphic wind speed-up effects that cannot be addressed solely
by Fig. 26.8-1 (Applied Research Associates 2001). In the
Hawaii special wind region, research and analysis have estab-
lished that there are special Kzt topographic effect adjustments
(Chock et al. 2005).
The southernmost special wind region in California experi-

ences Santa Ana winds (dry, mountain downslope winds). The
appropriate boundaries of this region are difficult to quantify
because of a lack of data.

C26.5.3 Estimation of Basic Wind Speeds from Regional
Climatic Data. When using regional climatic data in accor-
dance with the provisions of Section 26.5.3 and in lieu of the
basic wind speeds given in Figs. 26.5-1 and 26.5-2, the user is
cautioned that the gust factors, velocity pressure exposure
coefficients, gust-effect factors, pressure coefficients, and
force coefficients of this standard are intended for use with
the 3-s gust speed at 33 ft (10 m) above ground in terrain with
open exposure. It is necessary, therefore, that regional climatic
data based on a different averaging time, for example, hourly
mean, 10-min mean, fastest minute, or fastest mile, be adjusted
to reflect peak gust speeds at 33 ft (10 m) above ground in
terrain with open exposure. The results of statistical studies of
wind-speed records, reported by Durst (1960) for extratropical
winds and for hurricanes (Vickery et al. 2000), are given in
Fig. C26.5-1, which defines the relation between wind speed
averaged over time t in seconds, Vt, and the hourly wind speed,
V3600. The hurricane simulation model described in Section
C26.5.1 uses the gust-factor curve from ESDU (1982, 1993),
which has been shown to be valid for hurricane winds (Vickery
and Skerlj 2005). Similar conclusions regarding hurricane gust

Table C26.5-7 Basic Wind Speeds: ASCE 7-93 to ASCE 7-16

ASCE 7-95 through ASCE
7-05 Basic Wind Speed
(3-s gust in mi/h)

ASCE 7-10 and ASCE
7-16 Basic Wind Speed

(3-s gust, mi/h)

ASCE 7-93 and Prior
Editions Basic Wind Speed

(fastest mile, mi/h)

85 108a 71
90 114a 76
100 126 85
105 133 90
110 139 95
120 152 104
130 164 114
140 177 123
145 183 128
150 190 133
170 215 152

aIn ASCE 7-10 wind speed values of 108 mi/h and 114 mi/h were rounded to
110 mi/h and 115 mi/h, respectively.
Note: Conversion of mi/h to m∕s∶mi=h × 0.44704=m∕s.
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factors were drawn by Jung and Masters (2013). The relation
between wind speed averaging times for extratropical winds in
any terrain exposure is given in Section 11.2.4.2 of Simiu (2011).

In using local data, it should be emphasized that sampling
errors can lead to large uncertainties in specification of the wind
speed. Sampling errors are the errors associated with the limited
size of the climatological data samples (e.g., years of record of
extreme speeds). It is possible to have a 20-mi/h (8.9-m/s) error in
the estimated extreme wind speed at an individual station with a
record length of 30 years. When short local records are used to
estimate extreme wind speeds, care and conservatism should be
exercised in their use.

If meteorological data are used to justify a wind speed lower
than the basic wind speed from Figs. 26.5-1 and 26.5-2, an
analysis of sampling error is required. This can be accomplished
by showing that the difference between the estimated speed and
the basic wind speed from Figs. 26.5-1 and 26.5-2 is at least two
to three times the standard deviation of the sampling error (Simiu
and Scanlan 1996).

C26.6 WIND DIRECTIONALITY

The wind load factor 1.3 in ASCE 7-95 included a “wind
directionality factor” with a nominal value of 0.85 (Ellingwood
1981; Ellingwood et al. 1982). This factor accounts for two
effects: (1) The reduced probability of maximum winds coming
from any given direction, and (2) the reduced probability of the
maximum pressure coefficient occurring for any given wind

direction. The nominal wind directionality factor (denoted by
Kd in the standard) is tabulated in Table 26.6-1 for different
structure types. As new research becomes available, this factor
can be directly modified. Nominal values for the factor were
established from references in the literature and collective com-
mittee judgment. A value of 0.85 might be more appropriate if a
triangular trussed frame is shrouded in a round cover. A value of
0.95 might be more appropriate for a round structure that has a
nonaxisymmetrical lateral load resistance system.

C26.7 EXPOSURE

The descriptions of the surface roughness categories and expo-
sure categories in Section 26.7 have been expressed as far as
possible in easily understood verbal terms that are sufficiently
precise for most practical applications. Upwind surface rough-
ness conditions required for Exposures B and D are shown
schematically in Figs. C26.7-1 and C26.7-2, respectively. Aerial
photographs showing examples of Exposures B, C, and D are
shown in Figs. C26.7-5 through C26.7-7. For cases where the
designer wishes to make a more detailed assessment of the
surface roughness category and exposure category, the following
more-mathematical description is offered for guidance (Irwin
2006). The ground surface roughness is best measured in terms
of a roughness length parameter called z0. Each of the surface
roughness categories B through D corresponds to a range of values
of this parameter, as does the even-rougher category A used in older
versions of the standard in heavily built-up urban areas but removed

Wind

Roughness B

For h d1  1500 ft
For h

 30 ft, 
 30 ft, d1  greater of 2,600 ft  or 20h

Any RoughnessAny Roughness

d1

Building or 
Other Structure

h

FIGURE C26.7-1 Upwind Surface Roughness Conditions Required for Exposure B

Wind
Building or 
Other Structure

d1 greater of 5,000 ft  or 20h

Roughness D

d1

Any Roughness

(a)

Any Roughness
h

Wind

Roughness B and/or C

Building or 
Other Structure

d1  greater of  5,000 ft or 20h, and
d2 greater of 600 ft or 20h

Roughness D

d2d1

Any Roughness

(b)

Any Roughness
h

FIGURE C26.7-2 Upwind Surface Roughness Conditions Required for Exposure D, for the Cases with (a) Surface Roughness D
Immediately Upwind of the Building, and (b) Surface Roughness B and/or C Immediately Upwind of the Building
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in the recent editions. The range of z0 in ft (m) for each terrain
category is given in Table C26.7-1. Exposure A has been included
in Table C26.7-1 as a reference that may be useful when using the
Wind Tunnel Procedure. Further information on values of z0 in
different types of terrain can be found in Simiu and Scanlan (1996)
and Table C26.7-2 based on Davenport et al. (2000) and Wieringa
et al. (2001).
The roughness classifications in Table C26.7-2 are not

intended to replace the use of exposure categories as required
in the standard for structural design purposes. However, the
terrain roughness classifications in Table C26.7-2 may be related

to exposure categories by comparing z0 values between Tables
C26.7-1 and C26.7-2. For example, the z0 values for Classes 3
and 4 in Table C26.7-2 fall within the range of z0 values for
Exposure C in Table C26.7-1. Similarly, the z0 values for Classes
5 and 6 in Table C26.7-2 fall within the range of z0 values for
Exposure B in Table C26.7-1.
Research described in Powell et al. (2003), Donelan et al.

(2004), and Vickery et al. (2009a) showed that the drag coeffi-
cient over the ocean in high winds in hurricanes does not
continue to increase with increasing wind speed, as was previ-
ously believed (e.g., Powell 1980). These studies showed that
the sea surface drag coefficient, and hence the aerodynamic
roughness of the ocean, reached a maximum at mean wind
speeds of about 67 mi/h (30 m/s). There is some evidence that
the drag coefficient actually decreases (i.e., the sea surface
becomes aerodynamically smoother) as the wind speed increases
further (Powell et al. 2003) or as the hurricane radius decreases
(Vickery et al. 2009a). The consequences of these studies are that
the surface roughness over the ocean in a hurricane is consistent
with that of Exposure D rather than Exposure C. Consequently, the
use of Exposure D along the hurricane coastline is required.
For Exposure B, the tabulated values of Kz correspond to z0 =

0.66 ft (0.2 m), which is below the typical value of 1 ft (0.3 m),
whereas for Exposures C and D they correspond to the typical

Table C26.7-1 Range of z0 by Exposure Category

Exposure
Category

Lower Limit
of z0, ft (m)

Typical
Value of
z0, ft (m)

Upper Limit
of z0, ft (m)

z0 Inherent in
Tabulated Kz Values
in Table 26.10-1, ft (m)

A 2.3 (0.7) ≤ z0 6.6 (2) —

B 0.5 (0.15) ≤ z0 1.0 (0.3) z0 < 2.3 (0.7) 0.66 (0.20)
C 0.033 (0.01) ≤ z0 0.066

(0.02)
z0 < 0.5
(0.15)

0.066 (0.02)

D — 0.016
(0.005)

z0 < 0.033
(0.01)

0.016 (0.005)

Table C26.7-2 Davenport Classification of Effective Terrain Roughness

Class z0, ft (m)a αb zg , ft (m)b zg (ft or m)c Wind Flow and Landscape Descriptiond

1 0.0007 (0.0002) 12.9 509 (155) zd = 0 Sea: Open sea or lake (irrespective of wave size), tidal flat, snow-covered flat plain, featureless
desert, tarmac, and concrete, with a free fetch of several kilometers.

2 0.016 (0.005) 11.4 760 (232) zd = 0 Smooth: Featureless land surface without any noticeable obstacles and with negligible
vegetation, e.g., beaches, pack ice without large ridges, marsh, and snow-covered or fallow open
country.

3 0.1 (0.03) 9.0 952 (290) zd = 0 Open: Level country with low vegetation (e.g., grass) and isolated obstacles with separations of
at least 50 obstacle heights, e.g., grazing land without windbreaks, heather, moor, and tundra,
runway area of airports. Ice with ridges across-wind.

4 0.33 (0.10) 7.7 1,107 (337) zd = 0 Roughly open: Cultivated or natural area with low crops or plant covers, or moderately open
country with occasional obstacles (e.g., low hedges, isolated low buildings, or trees) at relative
horizontal distances of at least 20 obstacle heights.

5 0.82 (0.25) 6.8 1,241 (378) zd = 0.2zH Rough: Cultivated or natural area with high crops or crops of varying height and scattered
obstacles at relative distances of 12 to 15 obstacle heights for porous objects (e.g., shelterbelts)
or 8 to 12 obstacle heights for low solid objects (e.g., buildings).

6 1.64 (0.5) 6.2 1,354 (413) zd = 0.5zH Very rough: Intensely cultivated landscape with many rather large obstacle groups (large farms,
clumps of forest) separated by open spaces of about 8 obstacle heights. Low, densely planted
major vegetation like bushland, orchards, young forest. Also, area moderately covered by low
buildings with interspaces of 3 to 7 building heights and no high trees.

7 3.3 (1.0) 5.7 1,476 (450) zd = 0.7zH Skimming: Landscape regularly covered with similar-size large obstacles, with open spaces of
the same order of magnitude as obstacle heights, e.g., mature regular forests, densely built-up
area without much building height variation.

8 ≥matu (≥mat) 5.2 1,610 (490) Analysis by
wind tunnel
advised

Chaotic: City centers with mixture of low-rise and high-rise buildings, or large forests of
irregular height with many clearings. (Analysis by wind tunnel advised.)

aThe surface roughness length, z0, represents the physical effect that roughness objects (obstacles to wind flow) on the Earth’s surface have on the shape of the
atmospheric boundary layer wind velocity profile as determined by the logarithmic law and used in the ESDU model.
bThe power law uses α on the shape of the atmospheric boundary layer wzg, representing the height at which geostrophic wind flow begins to occur, as the basis for
determining the boundary layer wind velocity profile and velocity pressure exposure coefficients (see Section C26.10.1). The values provided in this table are based
on the published z0 values and use of Eqs. (C26.10-3) and (C26.10-4).
cThe zero plane displacement height, zd , is the elevation above ground that the base of the logarithmic law (and power law) wind profile must be elevated to accurately
depict the boundary layer wind flow. Below zd and less than some fraction of the typical height, zH , of obstacles causing roughness, the near ground wind flow is
characterized as a turbulent exchange with the boundary layer wind flow above resulting in significant shielding effects under uniform to moderately uniform
roughness conditions (e.g., Classes 5 through 7 in this table). In this condition, the effective mean roof height, heff , may then be determined as h–zd (but not less than
15 ft or 4.6 m) for the purpose of determining MWFRS wind loads acting on a building structure located within such a roughness class. Appropriate values of zd for a
given site may vary widely, and those shown in this table should be used with professional judgment. Because of the presence of highly turbulent flow at elevations
near or below zd (except perhaps structures embedded in uniform Class 7 roughness), use of an effective mean roof height should not be applied for the determination
of components and cladding wind loads. In Class 8 roughness where wind flow disruptions can be highly nonuniform, channeling effects and otherwise “chaotic”
wind flow patterns can develop between and below the height of obstacles to wind flow. For this reason, a wind tunnel study is generally advised.
dUse of these wind flow and landscape descriptions should result in no greater than one roughness class error, corresponding to a maximum +/− of these wind qh.
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value of z0. The reason for the difference in Exposure B is that
this category of terrain, which is applicable to suburban areas,
often contains open patches, such as highways, parking lots, and
playing fields. These open patches cause local increases in the
wind speeds at their edges. By using an exposure coefficient
corresponding to a lower-than-typical value of z0, some allow-
ance is made for this. The alternative would be to introduce a
number of exceptions to the use of Exposure B in suburban areas,
which would add an undesirable level of complexity.

The value of z0 for a particular terrain can be estimated from
the typical dimensions of surface roughness elements and their
spacing on the ground area using an empirical relationship, found
by Lettau (1969), which is

z0 = 0.5Hob
Sob
Aob

(C26.7-1)

where

Hob = average height of the roughness in the upwind terrain;
Sob = average vertical frontal area per obstruction presented to

the wind; and
Aob = average area of ground occupied by each obstruction,

including the open area surrounding it.

Vertical frontal area is defined as the area of the projection of the
obstruction onto a vertical plane normal to the wind direction. The
area Sob may be estimated by summing the approximate vertical
frontal areas of all obstructions within a selected area of upwind
fetch and dividing the sum by the number of obstructions in the
area. The average height,Hob, may be estimated in a similar way by
averaging the individual heights rather than using the frontal areas.
Likewise, Aob may be estimated by dividing the size of the selected
area of upwind fetch by the number of obstructions in it.

As an example, if the upwind fetch consists primarily of
single-family homes with typical height Hob = 20 ft (6 m),
vertical frontal area (including some trees on each lot) of
1,000 ft2 (100 m2), and ground area per home of 10,000 ft2

(1,000 m2), then z0 is calculated to be z0 = 0.5 × 20 ×
1,000∕10,000= 1 ft (0.3 m), which falls into Exposure Category
B, according to Table C26.7-1.

Trees and bushes are porous and are deformed by strong
winds, which reduce their effective frontal areas (ESDU
1993). For conifers and other evergreens, no more than 50% of
their gross frontal area can be taken to be effective in obstructing
the wind. For deciduous trees and bushes, no more than 15% of
their gross frontal area can be taken to be effective in obstructing
the wind. Gross frontal area is defined in this context as the
projection onto a vertical plane (normal to the wind) of the area
enclosed by the envelope of the tree or bush.

Ho (1992) estimated that the majority of buildings (perhaps as
much as 60–80%) have an exposure category corresponding to
Exposure B. While the relatively simple definition in the standard
normally suffices for most practical applications, the designer is
often in need of additional information, particularly with regard
to the effect of large openings or clearings (e.g., large parking
lots, freeways, or tree clearings) in the otherwise “normal”
ground Surface Roughness B. The following is offered as
guidance for these situations:

1. The simple definition of Exposure B given in the body of
the standard, using the surface roughness category defini-
tion, is shown pictorially in Fig. C26.7-1. This definition
applies for the Surface Roughness B condition prevailing
2,630 ft (800 m) upwind with insufficient “open patches,”
as defined in the following procedure to disqualify the use

of Exposure B. This procedure on the net effect of these
open patches applies where the prevailing exposure beyond
2,600 ft (792 m) is Exposure B.

2. An open area in the Surface Roughness B large enough to
have a significant effect on the exposure category determi-
nation is defined as an “open patch.” To be considered an
“open patch,” an open area meets the following:
a. Open areas should be greater than the minimum areas

given by Fig. C26.7-4. Interpolation shall be used
between the reference distances of 500 ft, 1,500 ft, and
2,600 ft (152, 457, and 790 m, respectively) to deter-
mine the intermediate minimum open patch area criteria.

b. The open area shall have minimum dimensions given by
conditions i, ii, or iii below and have length to width
ratios between 0.5 and 2.0.
i. Within 500 ft (152 m) of the building or structure,

an open area greater than or equal to approximately
164 ft (50 m) in length or width.

ii. At 1,500 ft (457 m) upwind from the building or
structure, an open area greater than or equal to
approximately 328 ft (100 m) in length or width.

iii. At 2,600 ft (790 m) upwind from the building or
structure, an open area greater than or equal to
approximately 500 ft (152 m) in length or width.

3. Open patches separated by less than the along-wind di-
mension of the larger patch shall be treated as equivalent to
a single open patch with length equal to the sum of the
individual patch along-wind dimensions and width deter-
mined to provide an area equal to the sum of the individual
open patch areas.

4. A circular sector is an area defined by a limiting radius from
the center and an arc, in this case, 45° per Section 26.7.4. If
the proportion of open patch within any of the sectors defined
by the three radii above is less than 25% of the sector area,
the sector is considered to meet the requirements for
Exposure Category B. Where the proportion of open patches
within any 45° sector within any of the three radii of 500 ft
(152 m), 1,500 ft (457 m), or the greater of 2,600 ft (790 m)
or 20 times the height of the building or structure exceeds
25% of the sector area but is not greater than 50%, the values
of Kz are taken as the average of the Exposure B and C
values within 100 ft (31 m) height above grade. Above 100 ft
(31 m), Exposure B values of Kz shall still apply. Where the
proportion of open patches within any of the sectors defined
by the three radii of the building or structure exceeds 50%,
the values of Kz shall be based on Exposure C.

5. The procedure for evaluation of the net effect of open
patches of Surface Roughness C or D on the use of Ex-
posure Category B is shown pictorially in Figs. C26.7-3
and C26.7-4. Note that the plan location of any open patch
may have a different effect for different wind directions.

This above procedure is a simplification derived from a
boundary-layer model, and therefore more exact results for the
velocity profile may be achieved through direct use of an
accepted boundary-layer model that is capable of addressing the
effects of open areas within a regime defined by the surface
roughness parameters given in Table C26.7-2.

Aerial photographs, representative of each exposure type, are
included in Figs. C26.7-5 to C26.7-7 to aid the user in establish-
ing the proper exposure for a given site. Obviously, the proper
assessment of the exposure is a matter of good engineering
judgment. This fact is particularly true in light of the possibility
that the exposure could change in one or more wind directions
due to future demolition and/or development.
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C26.7.4 Exposure Requirements. Section 26.5.1 of the
standard requires that a structure be designed for winds from
all directions. A rational procedure to determine directional wind
loads is described here. Wind load for buildings using Section
27.3.1 and Figs. 27.3-1, 27.3-2, or 27.3-3 are determined for
eight wind directions at 45° intervals, with four falling along
primary building axes, as shown in Fig. C26.7-8. For each of the
eight directions, upwind exposure is determined for each of two
45° sectors, one on each side of the wind direction axis. The
sector with the exposure giving highest loads is used to define
wind loads for that direction. For example, for winds from the
north, the exposure from Sector 1 or 8, whichever gives the
higher load, is used. For wind from the east, the exposure from
Sector 2 or 3, whichever gives the highest load, is used. For wind
coming from the northeast, the more exposed of Sectors 1 or 2 is
used to determine full x and y loading individually, and then 75%
of these loads are to be applied in each direction at the same time,
according to the requirements of Section 27.3.5 and Fig. 27.3-8.
The procedure defined in this section for determining wind loads
in each design direction is not to be confused with the
determination of the wind directionality factor, Kd. The Kd

factor determined from Section 26.6 and Table 26.6-1 applies
for all design wind directions. See Section C26.6.
C&C loads for all buildings and MWFRS loads for low-rise

buildings are determined using the upwind exposure for the
single surface roughness in one of the eight sectors of
Fig. C26.7-8 that gives the highest wind loads.

C26.8 TOPOGRAPHIC EFFECTS

This section specifies when topographic effects need to be
applied to a particular structure (Means et al. 1996). In an
effort to exclude situations where little or no topographic effect
exists, Condition 2 recognizes the fact that the topographic
feature should protrude significantly above (by a factor of 2 or
more) upwind terrain features before it becomes a factor. For
example, if a significant upwind terrain feature has a height of
35 ft (10.7 m) above its base elevation and has a top elevation of
100 ft (30.5 m) above mean sea level, then the topographic feature
(hill, ridge, or escarpment) must have at least the H specified and
extend to elevation 170 ft (52 m) above mean sea level [100 ftþ
(2 × 35 ft)] or ½31 mþ (2 × 10 m)� in S.I. within the 2-mi
(3.2-km) radius specified.
Condition 5 specifies a lower height, H, for consideration of

topographic effects in Exposure C and D than for Exposure B
(Means et al. 1996), and observation of actual wind damage has
shown that the affected height, H, is less in Exposures C and D.
Buildings sited on the upper half of an isolated hill or

escarpment may experience significantly higher wind speeds
than buildings situated on level ground. The topographic feature
(2D ridge or escarpment, or 3D axisymmetrical hill) is described

Notes

1. For each selected wind direction at which the wind loads are to be
determined, the exposure of the building or structure shall be deter-
mined for the two upwind sectors extending 45° either side of the
selected wind direction.

2. Consider open patches of sizes equal to or greater than the areas given
in Figure C26.7-4 per Commentary Section C26.7.

3. Determine the proportion of open patches in any 45-degree sector
within radii of 500 ft, 1,500 ft, or the greater of 2,600 ft or 20 times the
height of the structure.

4. If the proportion of open patch within any of the three radii above is
less than 25% of the sector area, the sector is considered to meet the
requirements for Exposure B. Where the proportion within any of the
three radii above exceeds 25% of the sector area but is not greater than
50%, the values of Kz are taken as the average of the Exposure B and C
values within 100 ft height above grade. Above 100 ft, Exposure B
values shall still apply. Where the proportion of open patches within
any of the three radii of the structure exceeds 50%, the values of Kz

shall be based on Exposure C.
5. Apply the exposure requirements of Section 26.7.4 once the directional

exposures are determined for each sector. See Commentary Section
C26.7.4.

FIGURE C26.7-3 Exposure B with Upwind Open Patches
Sector Analysis

FIGURE C26.7-4 Minimum Area of Individual Open Patches
Affecting Qualification of Exposure B

Diagrams
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by two parameters, H and Lh. H is the height of the hill or
difference in elevation between the crest and that of the upwind
terrain. Lh is the distance upwind of the crest to where the ground
elevation is equal to half the height of the hill. Kzt is determined
from three multipliers, K1, K2, and K3, which are obtained from

Fig. 26.8-1. K1 is related to the shape of the topographic feature;
the maximum speed-up near the crest, K2, accounts for the
reduction in speed-up with distance upwind or downwind of
the crest; and K3 accounts for the reduction in speed-up with
height above the local ground surface.

FIGURE C26.7-5(a) Exposure B: Suburban Residential Area with Mostly Single-Family Dwellings. Low-Rise Structures, Less Than 30 ft
(9.1 m) High, in the Center of the Photograph Have Sites Designated as Exposure Bwith Surface RoughnessCategory B Terrain around the

Site for a Distance Greater Than 1,500 ft (457 m) in Any Wind Direction

FIGURE C26.7-5(b) Exposure B: Urban Area with Numerous Closely Spaced Obstructions Having the Size of Single-Family Dwellings or
Larger. For All Structures Shown, Terrain Representative of Surface Roughness Category B Extends More Than 20 Times the Height of the

Structure or 2,600 ft (792 m), Whichever Is Greater, in the Upwind Direction
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The multipliers listed in Fig. 26.8-1 are based on the assump-
tion that the wind approaches the hill along the direction of
maximum slope, causing the greatest speed-up near the crest. The
average maximum upwind slope of the hill is approximately

H∕2Lh, and measurements have shown that hills with slopes of
less than about 0.10 (H∕Lh < 0.20) are unlikely to produce
significant speed-up of the wind. For values of H∕Lh > 0.5, the
speed-up effect is assumed to be independent of slope. The

FIGURE C26.7-5(c) Exposure B: Structures in the Foreground Are Located in Exposure B. Structures in the Center Top of the Photograph
Adjacent to the Clearing to the Left, Which Is Greater Than Approximately 656 ft (200 m) in Length, are Located in Exposure C When Wind

Comes from the Left over the Clearing. (See Figure C26.7-4)

FIGURE C26.7-6(a) Exposure C: Flat Open Grassland with Scattered Obstructions Having Heights Generally Less Than 30 ft (9.1 m)
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speed-up principally affects the mean wind speed rather than the
amplitude of the turbulent fluctuations, and this fact has been ac-
counted for in the values of K1, K2, and K3 given in Fig. 26.8-1.
Therefore, values of Kzt obtained from Fig. 26.8-1 are intended

for use with velocity pressure exposure coefficients, Kh and Kz,
which are based on gust speeds.

It is not the intent of Section 26.8 to address the general case of
wind flow over hilly or complex terrain for which engineering

FIGUREC26.7-6(b) Exposure C: Open Terrain with Scattered Obstructions Having Heights Generally Less Than 30 ft (9.1 m). For MostWind
Directions, all One-Story Structures with a Mean Roof Height Less Than 30 ft (9.1 m) in the Photograph are Less Than 1,500 ft (457 m) or 10

Times the Height of the Structure, Whichever Is Greater, from an Open Field that Prevents the Use of Exposure B

FIGURE C26.7-7 Exposure D: A Building at the Shoreline (Excluding Shorelines in Hurricane-Prone Regions) with wind Flowing over Open
Water for a Distance of at Least One Mile. Shorelines in Exposure D Include Inland Waterways, the Great Lakes, and Coastal Areas of

California, Oregon, Washington, and Alaska
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judgment, expert advice, or the Wind Tunnel Procedure as de-
scribed in Chapter 31 may be required. Background material on
topographic speed-up effects may be found in the literature (Jackson
and Hunt 1975; Lemelin et al. 1988; Walmsley et al. 1986).
The designer is cautioned that, at present, the standard contains

no provision for vertical wind speed-up because of a topographic
effect, even though this phenomenon is known to exist and can
cause additional uplift on roofs. Additional research is required to
quantify this effect before it can be incorporated into the standard.

C26.9 GROUND ELEVATION FACTOR

The ratio of air pressure and density at elevation z relative to the
standard values at z= 0, with constant temperature, is given by
the barometric formula

pz∕p0 = ρz∕ρ0 = e−gz∕RT

where

g = acceleration of gravity = 32.174 ft∕s2 (9.807 m∕s2),
R = gas constant of air = 1,718 lb-ft/slug/°R (287 N-m∕kg∕K),

and
T = absolute temperature = 518°R (288K).

With these values and elevation z = elevation of ground above
sea level, the ratio is determined from the formulas given in
Table 26.9-1 where Ke = ρz∕ρ0. For reference, a more complete

version of Table 26.9-1 including air density values is provided
in Table C26.9-1.
Ke = 1.0 is permitted in all cases. While this is somewhat

unconservative for elevations below sea level, the committee
believes it is reasonable to permit this since the effect is very
small for all areas below sea level in the U.S. (0 to−300 ft in
Death Valley, a maximum of 1 percent increase in air density),
and is likely to be reduced even more due to higher average
temperatures.

C26.10 VELOCITY PRESSURE

C26.10.1 Velocity Pressure Exposure Coefficient. The velocity
pressure exposure coefficient Kz can be obtained using the
equations:

Kz = 2.01(
z

zg)
2∕α

for 15 ft ≤ z ≤ zg (C26.10-1)

Kz = 2.01(
z

zg)
2∕α

for 4.6 m ≤ z ≤ zg (C26.10-1.si)

Kz = 2.01(
15
zg)

2∕α
for z ≤ 15 ft (C26.10-2)

Kzu = 2.01(
20
Zg)

2∕α
for z ≤ 4.6 m (C26.10-2.si)

in which values of α and zg are given in Table 26.11-1. These
equations are now given in Table 26.10-1 to aid the user.
The values of α given in Table 26.11-1 define gust profiles.

The mean profiles implied by these α values are based on 4.5, 7.0,
and 10 for Exposures B, C, and D, respectively. These have been
in use for the underlying mean velocity provided for Kz since
1982. The α values in Table 26.11-1 based on 4.0, 6.5, and 9.0
are used only to calculate the gust factor, Gf , for flexible
structures in Section 26.11.5.
Changes were implemented in ASCE 7-98, including trunca-

tion of Kz values for Exposures A and B below heights of
100 ft (30.5 m) and 30 ft (9.1 m), respectively, applicable to
Components and Cladding (C&C) and the Envelope Procedure.
Exposure A was eliminated in the 2002 edition.
In the ASCE 7-05 standard, the Kz expressions were un-

changed from ASCE 7-98. However, the possibility of interpo-
lating between the standard exposures using a rational method
was added in the ASCE 7-05 edition. One rational method is
provided in the following text.
To a reasonable approximation, the empirical exponent α and

gradient height zg in the preceding expressions [Eqs. (C26.10-1)
and (C26.10-2)] for exposure coefficient Kz may be related to the
roughness length z0 (where z0 is defined in Section C26.7) by the
relations

α= c1z
−0.133
0 (C26.10-3)

and

zg = c2z
0.125
0 (C26.10-4)

where
c1 = 5.65 and c2 = 450, when units of z0 and zg are m, and
c1 = 6.62 and c2 = 1,273, when units of z0 and zg are ft.
The preceding relationships are based on matching the ESDU

boundary-layer model (ESDU 1982, 1993) empirically with the
power law relationship in Eqs. (C26.10-1) and (C26.10-2), the

FIGURE C26.7-8 Determination of Wind Loads from Different
Directions

Table C26.9-1. Gound Elevation Factor including Air Density

Ground elevation, zg Air density, ρ Ratio, Ke

ft m slug∕ft3 kg∕m3 ρ∕ρ0

−10,000 −305 0.000247 1.269 1.04
0 0 0.000238 1.224 1.00
1,000 305 0.000229 1.180 0.96
2,000 610 0.000221 1.138 0.93
3,000 914 0.000213 1.098 0.90
4,000 1,219 0.000206 1.059 0.86
5,000 1,524 0.000198 1.021 0.83
6,000 1,829 0.000191 0.985 0.80
7,000 2,134 0.000185 0.950 0.78
8,000 2,438 0.000178 0.916 0.75
9,000 2,743 0.000172 0.883 0.72
10,000 3,048 0.000166 0.852 0.70
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ESDU model being applied at latitude 35° with a gradient wind
of 168 mi∕h (75 m∕s). If z0 has been determined for a particular
upwind fetch, Eqs. (C26.10-1) through (C26.10-4) can be used to
evaluate Kz. The correspondence between z0 and the parameters
α and zg implied by these relationships does not align exactly
with that described in the commentary to ASCE 7-95 and 7-98.
However, the differences are relatively small and not of practical
consequence. The ESDU boundary-layer model has also been used
to derive the following simplified method (Irwin 2006) of evaluat-
ingKz following a transition from one surface roughness to another.
For more precise estimates, the reader is referred to the original
ESDU model (Harris and Deaves 1981; ESDU 1990, 1993).

In uniform terrain, the wind travels a sufficient distance over
the terrain for the planetary boundary layer to reach an equilibri-
um state. The exposure coefficient values in Table 26.11-1 are
intended for this condition. Suppose that the site is a distance x
miles downwind of a change in terrain. The equilibrium value of
the exposure coefficient at height z for the terrain roughness
downwind of the change will be denoted by Kzd, and the
equilibrium value for the terrain roughness upwind of the change
will be denoted by Kzu. The effect of the change in terrain
roughness on the exposure coefficient at the site can be repre-
sented by adjusting Kzd by an increment ΔK, thus arriving at a
corrected value Kz for the site:

Kz =Kzd þ ΔK (C26.10-5)
In this expression, ΔK is calculated using

ΔK = (K33;u − K33;d)
Kzd

K33;d
FΔK(x)

jΔKj ≤ jKzu − Kzdj (C26.10-6)

where K33;d and K33;u are, respectively, the downwind and
upwind equilibrium values of exposure coefficient at 33 ft
(10 m) height, and the function FΔK(x) is given by

FΔK(x)=
log10(

x1
x )

log10(
x1
x0
)

(C26.10-7)

For x0 < x < x1:

FΔk(x)= 1 for x < x0

FΔk(x)= 0 for x > x1

In the preceding relationships,

x0 = c3 × 10−(K33;d−K33;u)2−2.3 (C26.10-8)

The constant c3 = 0.621 mi (1.0 km). The length x1 = 6.21 mi
(10 km) for K33;d < K33;u (wind going from smoother terrain
upwind to rougher terrain downwind) or x1 = 62.1 mi (100 km)
for K33;d > K33;u (wind going from rougher terrain upwind to
smoother terrain downwind).

The above description is in terms of a single roughness change.
The method can be extended to multiple roughness changes. The
extension of the method is best described by an example.
Fig. C26.10-1 shows wind with an initial profile characteristic
of Exposure D encountering an expanse of B roughness, fol-
lowed by a further expanse of D roughness and then some more
B roughness again before it arrives at the building site. This
situation is representative of wind from the sea flowing over an
outer strip of land, then a coastal waterway, and then some
suburban roughness before arriving at the building site. The
above method for a single roughness change is first used to

compute the profile of Kz at Station 1 in Fig. C26.10-1. Call this
profile K (1)

z . The value ofΔK for the transition between Stations 1
and 2 is then determined using the equilibrium value of K33;u for
the roughness immediately upwind of Station 1, i.e., as though
the roughness upwind of Station 1 extended to infinity. This
value of ΔK is then added to the equilibrium value K(2)

zd of the
exposure coefficient for the roughness between Stations 1 and 2
to obtain the profile of Kz at Station 2, which we will call K(2)

z .
Note however, that the value of K (2)

z in this way cannot be
any lower than K(1)

z . The process is then repeated for the
transition between Stations 2 and 3. Thus, ΔK for the transition
from Station 2 to Station 3 is calculated using the value of K33;u
for the equilibrium profile of the roughness immediately upwind
of Station 2, and the value of K33;d for the equilibrium profile of
the roughness downwind of Station 2. This value of ΔK is then
added to K(2)

zd to obtain the profile K(3)
z at Station 3, with the

limitation that the value of K (3)
z cannot be any higher than K(2)

z .
Example 1: Single Roughness Change. Suppose that the

building is 66 ft high, and its local surroundings are suburban
with a roughness length z0 = 1 ft. However, the site is 0.37 mi
downwind of the edge of the suburbs, beyond which the open
terrain is characteristic of open country with z0 = 0.066 ft. From
Eqs. (C26.10-1), (C26.10-3), and (C26.10-4), for the open terrain,

α= c1z
−0.133
0 = 6.62 × 0.066−0.133 = 9.5

zg = c2z
0.125
0 = 1,273 × 0.0660.125 = 906 ft

Therefore, applying Eq. (C26.10-1) at 66 ft (20 m) and 33 ft
(10 m) heights,

Kzu = 2.01(
66
906)

2∕9.5
= 1.16

and

K33;u = 2.01(
33
906)

2∕9.5
= 1.00

Similarly, for the suburban terrain,

α= c1z
−0.133
0 = 6.62 × 1.0−0.133 = 6.62

zg = c2z
0.125
0 = 1,273 × 1.00.125 = 1,273 ft

Therefore,

Kzd = 2.01(
66

1,273)
2∕6.62

= 0.82

and

K33;d = 2.01(
33

1,273)
2∕6.62

= 0.67

FIGURE C26.10-1 Multiple Roughness Changes Due to
Coastal Waterway
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From Eq. (C26.10-8),

x0 = c3 × 10−(K33;d−K33;u)2−2.3 = 0.621

× 10−(0.62−1.0)
2−2.3 = 0.00241 mi

From Eq. (C26.10-7),

FΔK (x)=
log10(6.21∕0.36)

log10(6.21∕0.00241)
= 0.36

Therefore, from Eq. (C26.10-6),

ΔK = (1.00 − 0.67)
0.82
0.67

0.36= 0.15

Note that because jΔKj is 0.15, which is less than the 0.38
value of ΔjK33;u − K33;dj, 0.15 is retained. Finally, from
Eq. (C26.10-5), the value of Kz is

Kz =Kzd þ ΔK = 0.82þ 0.15= 0.97

Because the value 0.97 for Kz lies between the values 0.88 and
1.16, which would be derived from Table 26.11-1 for Exposures
B and C, respectively, it is an acceptable interpolation. If it falls
below the Exposure B value, then the Exposure B value of Kz is
to be used. The value Kz = 0.97 may be compared with the value
1.16 that would be required by the simple 2,600-ft fetch length
requirement of Section 26.7.3.
The most common case of a single roughness change where

an interpolated value of Kz is needed is for the transition from
Exposure C to Exposure B, as in the example just described. For
this particular transition, using the typical values of z0 of 0.066 ft
and 1.0 ft, the preceding formulas can be simplified to

Kz =Kzd(1þ 0.146log10(
6.21
x ))

KzB ≤ Kz ≤ KzC (C26.10-9)

where x is in miles, and Kzd is computed using α= 6.62.
KzB and KzC are the exposure coefficients in the standard
Exposures B and C, respectively. Fig. C26.10-2 illustrates the
transition from terrain roughness C to terrain roughness B from
this expression. Note that it is acceptable to use the typical z0
rather than the lower limit for Exposure B in deriving this

formula because the rate of transition of the wind profiles is
dependent on average roughness over significant distances, not
local roughness anomalies. The potential effects of local rough-
ness anomalies, such as parking lots and playing fields, are
covered by using the standard Exposure B value of exposure
coefficient, KzB, as a lower limit to the calculated value of Kz.
Example 2: Multiple Roughness Change. Suppose we have

a coastal waterway situation, as illustrated in Fig. C26.10-1,
where the wind comes from open sea with roughness type D, for
which we assume z0 = 0.01 ft and passes over a strip of land
1 mi wide, which is covered in buildings that produce typical
B type roughness, i.e., z0 = 1 ft. It then passes over a 2-mi-wide
strip of coastal waterway where the roughness is again charac-
terized by the open water value z0 = 0.01 ft. It then travels over
0.1 mi of roughness type B (z0 = 1 ft) before arriving at the site,
Station 3 in Fig. C26.10-1, where the exposure coefficient is
required at the 50-ft height. The exposure coefficient at Station 3
at a 50-ft height is calculated as shown in Table C26.10-1.
The value of the exposure coefficient at 50 ft at Station 3 is

seen from the table to be 1.067. This is above that for Exposure B,
which would be 0.81, but well below that for Exposure D, which
would be 1.27, and similar to that for Exposure C, which would
be 1.09.

C26.10.2 Velocity Pressure. The basic wind speed is con-
verted to velocity pressure qz in lb∕ft2 (N∕m2) at height z by
the use of Eq. (26.10-1).
The constant in this equation reflects the mass density of air for

the standard atmosphere, that is, temperature of 59°F (15°C) and
sea level pressure of 29.92 in. of mercury (101.325 kPa), equal to
0.0765 lbm∕ft3 or 0.002378 slug∕ft3 or 0.002378 lb-s2∕ft4
(1.225 kg∕m3), and dimensions associated with wind speed in
mi∕h (m/s). The constant is obtained as follows:
Dynamic pressure from Bernoulli’s law:

p= ½ ρV2

with V in mi∕h:

p= ½ (0.002378 lb s2∕ft4)½V mi∕h (88 ft∕s ∕ 60 mi∕h)2�
= 0.00256V2 lb∕ft2

with V in m∕s:

p= ½ (1.225 kg∕m3)(1 N∕1 kgm∕s2)(V m∕s)2

= 0.613V2N∕m2 (si)

Values of air density other than the standard-atmosphere
values above may be adjusted using the factor Ke as described
in Section C26.9.

FIGURE C26.10-2 Transition from Terrain Roughness C to Terrain
Roughness B, Eq. (26.10-9)

Table C26.10-1 Tabulated Exposure Coefficients

Transition from sea to
Station 1

K33;u K33;d K50;d FΔK ΔK50 K(1)
50

1.215 0.667 0.758 0.220 0.137 0.895
Transition from Station 1 to
Station 2

K33;u K33;d K50;d FΔK ΔK50 K(2)
50

0.667 1.215 1.301 0.324 −0.190 1.111
Transition from Station 2 to
Station 3

K33;u K33;d K50;d FΔK ΔK50 K(3)
50

1.215 0.667 0.758 0.498 0.310 1.067

Note: The equilibrium values of the exposure coefficients, K33;u, K33;d and
K50;d (downwind value of Kz at 50 ft), were calculated from Eq. (C26.10-1)
using α and zg values obtained from Eqs. (C26.10-3) and (C26.10-4) with the
roughness values given. Then FΔK is calculated using Eqs. (C26.10-7) and
(C26.10-8), and then the value ofΔK at 50-ft height,ΔK50, is calculated from
Eq. (C26.10-6). Finally, the exposure coefficient at 50 ft at Station i, K(i)

50, is
obtained from Eq. (C26.10-5).
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C26.11 GUST EFFECTS

This standard specifies a single, conservative, gust-effect
factor of 0.85 for rigid buildings. As an option, the designer
can incorporate specific features of the wind environment and
building size to more accurately calculate an alternate but more
accurate gust-effect factor that accounts for the decorrelation
of wind gusts over the size of the structure. One such proce-
dure is located in the body of the standard (Solari and Kareem
1998). Neither of these factors accounts for dynamic amplifi-
cation caused by vibration of the structure, but they are
considered acceptable for rigid structures as defined in the
standard. The alternate calculated gust factor is 5–10% lower
than the value of 0.85 permitted in the standard without
calculation.

A third gust-effect factor, Gf , is provided for flexible buildings
and structures that do not meet the requirements of rigid struc-
tures that the fundamental natural frequency, n1, is greater than or
equal to 1 Hz. This factor also accounts for the building size and
gust size in the same manner as the alternate calculated factor for
rigid buildings, but it also accounts for dynamic amplification
caused by the design wind speed, the fundamental natural
frequency of vibration, and the damping ratio.

Example: Calculation of the gust-effect factors for a subject
building is demonstrated in Table C26.11-1. The frequency-
dependent relationship among all factors is illustrated in the
graph at the end of this table. The flexible factor,Gf , may be used
for all cases but is required when n1 < 1. This factor gradually
approaches the alternate calculated factor for rigid cases, G, as
the natural frequency exceeds 1, especially for higher levels of
damping, but it always exceeds G. The difference is deemed
negligible for n1 greater than 1, so G, which is considerably
simpler to calculate, is offered as an acceptable alternative. The
default value of G= 0.85, which requires no calculation, is
offered as an even more convenient alternative when n1 > 1,
if the greater conservatism is acceptable to the designer. In
addition, the default value results in a large abrupt change in
the gust-effect value for cases that have a natural frequency close
to 1, which may be awkward for a designer to reconcile. A
designer is free to use any other rational procedure in the
approved literature, as stated in Section 26.11.5.

The gust-effect factors account for loading effects in the along-
wind direction caused by wind turbulence–structure interaction.
They do not include allowances for across-wind loading effects,
vortex shedding, instability caused by galloping or flutter, or
amplification of aerodynamic torsion caused by building

Table C26.11-1. Gust-Effect Factor, Example

Example Calculation—Gust-Effect Factors

Item Value Source

DEFAULT FACTOR FOR RIGID BUILDING (Requires n1 ≥ 1)
G Gust-effect factor 0.85 26.9.1
ALTERNATE CALCULATED FACTOR FOR RIGID BUILDING
(requires n1 ≥ 1)
h Mean roof height 600 ft

(183 m)
User spec

B Width normal to wind 100 ft (30 m) User spec
D Depth parallel to wind 100 ft (30 m) User spec
z Effective structure height 360 ft

(110 m)
0.6h (26.9.4)

Exposure category B
c Turbulence intensity at 10 m 0.3 Table 26.9-1
Iz Turbulence intensity at eff. height 0.201 (26.9-7)
I Turbulence length scale at 10 m 320 ft (98 m) Table 26.9-1
ε Power law exponent of turbulent
length scale profile

1/3 Table 26.9-1

Lz Turbulence length scale at eff.
height

710 ft
(216 m)

(26.9-9)

Q2 Background response (squared) 0.616 (26.9-8)
gQ Background load peak factor 3.4 26.9.4
gv Velocity peak factor 3.4 26.9.4
G Calculated gust-effect factor 0.818 (26.9-6)
ADDITIONAL CALCULATIONS FOR FLEXIBLE BUILDING (all n1)
V Basic wind speed 115 mph

(51 m∕s)
n1 Fundamental natural frequency

in direction of wind
0.2 Hz Analysis or rational

approximation
β Damping ratio 0.01 Rational assignment
α Power law exponent of mean wind
speed profile

0.25 Table 26.9-1

b Gust factor 1/F at 10 m 0.45 Table 26.9-1
Vz Mean wind speed at effective

height
138 ft∕s
(42.1 m∕s)

26.9-16

N1 Reduced natural frequency 1.029 26.9-14
Rn Resonance response factor for n 0.129 26.9-13

ηh Vertical decay parameter 4.002 26.9.5∶4.6n1h∕Vz

ηB Cross-wind decay parameter 0.667 26.9.5∶4.6n1B∕Vz

ηL Along-wind decay parameter 2.233 26.9.5∶15.4n1L∕Vz

Rh Resonant factor for h 0.219 (26.9-15a)
RB Resonant factor for B 0.671 (26.9-15a)
RL Resonant factor for L 0.349 (26.9-15a)
R2 Resonant response (squared) 1.313 (26.9-12)
gR Resonant peak factor 3.787 (26.9-11)
Gf Gust-effect factor 1.173 (26.9-10)

Example Calculation—Gust-Effect Factors (Continued )

Item Value Source

Gust-effect factor relations for example building in extended
frequency range:

G = 0.85 (default)

G (calc.)

Gf (β=.01)

Gf (β=.02)

0.8

0.9

1.0

1.1

1.2

0.0 0.2 0.4 0.6 0.8 1.0 1.2 1.4 1.6

G
us

t-
ef

fe
ct

 fa
ct

or

Natural frequency, Hz
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vibration in a pure torsional mode. For structures susceptible to
loading effects that are not accounted for in the gust-effect factor,
information should be obtained from recognized literature
(Kareem 1992, 1985; Gurley and Kareem 1993; Solari 1993a, b;
Zhou et al. 2002; Chen and Kareem 2004; Bernardini et al. 2013a)
or from wind tunnel tests.
Along-Wind Response. The maximum along-wind displace-

ment response can be approximated by a static analysis of the
structure under the action of loads multiplied by the appropriate
gust-effect factor, as defined in the standard. Such displacements
are based on the static elastic curve of the structure and are
reasonably accurate when the resonant response is small com-
pared to the mean and background responses. For highly flexible
structures, where the response is dominated by resonance, more
accurate values, including variation with height and dynamic
responses such as acceleration, can be calculated as described in
the following sections. These response components are needed
for strength and serviceability limit states.
The maximum along-wind displacement as a function of

height above the ground surface is given by

Xmax(z)=
ϕ(z)ρBhCf xV̂

2
z

2m1(2πn1)2
KGf (C26.11-1)

where

ϕ(z) = fundamental model shape, ϕ(z)= (z∕h)ξ;
ξ = mode shape power-law exponent;
ρ = air density;

Cfx = mean along-wind force coefficient;
m1modal mass = ∫ h

0μ(z)ϕ
2(z)dz;

n1 = fundamental natural frequency;
μ(z) = massperunitheight:K = (1.65)α̂∕(α̂þ ξþ 1);and
V̂ z = 3-s gust speed at height z.

V̂ z = b̂(z∕33)α̂V(
88
60)

where V is the 3-s gust speed in Exposure C (mi∕h) at the
reference height (obtained from Figs. 26.5-1 and 26.5-2); b̂ and α̂
are given in Table 26.11-1.
The root-mean-square (rms) along-wind acceleration σẍ(z) as a

function of height above the ground surface is given by

σẍ(z)=
0.85ϕ(z)ρBhCf xV

2
z

m1
IzKR (C26.11-2)

where Vz is the mean hourly wind speed at height z, ft/s.

Vz = b(
z

33
)
α
V(

88
60) (C26.11-3)

where b and α are defined in Table 26.11-1.
The maximum along-wind acceleration as a function of height

above the ground surface is given by

Ẍmax(z)= gẍσẍ(z) (C26.11-4)

gẍ =
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
2 ln (n1T)

p
þ 0.5772ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi

2 ln (n1T)
p (C26.11-5)

where T = length of time over which the minimum acceleration is
computed, usually taken to be 3,600 s to represent 1 h.
Example calculations of maximum along-wind displacement,

rms along-wind acceleration, and maximum along-wind accel-
eration are given in Table C26.11-2.
Approximate Fundamental Frequency. To estimate the dy-

namic response of structures, knowledge of the fundamental fre-
quency (lowest natural frequency) of the structure is essential. This
value would also assist in determining whether the dynamic

response estimates are necessary. Most computer codes used in
the analysis of structures would provide estimates of the natural
frequencies of the structure being analyzed. For the preliminary
design stages, some empirical relationships for building period Ta
(Ta = 1∕n1) are available in the earthquake-related chapters of this
standard. However, these expressions are based on recommenda-
tions for earthquake design with inherent bias toward higher
estimates of fundamental frequencies (Goel and Chopra 1997,
1998). For wind design applications, these values may be uncon-
servative because an estimated frequency higher than the actual
frequency would yield lower values of the gust-effect factor and
thus a lower design wind pressure. However, Goel and Chopra
(1997, 1998) also cite lower bound estimates of frequency that are
more suited for use in wind applications and are now given in
Section 26.11.2; graphs of these expressions are shown in
Fig. C26.11-1.
Because these expressions are based on regular buildings,

limitations based on height and slenderness are required. The
effective length, Leff , uses a height-weighted average of the
along-wind length of the building for slenderness evaluation.
The top portion of the building is most important; hence, the
height-weighted average is appropriate. This method is an ap-
propriate first-order equation for addressing buildings with set-
backs. Explicit calculation of the gust-effect factor per the other
methods given in Section 26.11 can still be performed.
Observations from wind tunnel testing of buildings where

frequency is calculated using analysis software show that the

Table C26.11-2. Example Calculation

Example Calculation – Along-wind Response
See Table C26.9-1 for additional items not shown

Item Value Source

V Basic wind speed 115 mph Figure 26.5-1A
ρ Air density 0.0024 slug∕ft3 Site elevation near

sea level
Cpw External pressure coefficient,

windward wall
0.8 Figure 27.4-1

Cpw External pressure coefficient,
leeward wall

−0.8 Figure 27.4-1

Cfx Along-wind force coefficient 1.3
ξ Mode shape power law
exponent

1 Analysis of
structure

α̂ Peak velocity power law
exponent

1/7 Table 26.9-1

b̂ Velocity profile parameter 0.84 Table 26.9-1
V̂ z 3-s gust velocity at height z 199 ft∕s (C26.9-1a)
K Modal load parameter 0.501
ρb Building density 12 lbm∕ft3,

0.3727 slug∕ft3
Building design

μ Building mass per unit height 3727 slug∕ft
m1 Modal mass 745,400 slug
MAXIMUM ALONG-WIND DISPLACEMENT AT BUILDING TOP
ϕ(h) Mode shape at z= h 1.0
Xmax(h) 1.86 ft (C26.9-1)
RMS ALONG-WIND ACCELERATION AT BUILDING TOP
V Basic wind speed, 10-yr MRI 76 mph Figure CC-1
Vz Mean velocity at height z 91.2 ft∕s (C26.9-3)
R Resonant response factor 0.755 (26.9-12)
σẍ(h) 0.135 ft∕s2 (C26.9-2)
MAXIMUM ALONG-WIND ACCELERATION AT BUILDING TOP
T Time period for maximum 3600 s Traditional
gẍ Peak factor 3.79 (C26.9-5)
Ẍmax(h) 0.512 ft∕s2 (C26.9-4)
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following expression for frequency can be used for steel and
concrete buildings less than about 400 ft (122 m) in height:

n1 = 100∕H(ft) average value (C26.11-6)

na = 75∕H(ft) lower bound value (C26.11-7)

Eq. (C26.11-7) for the lower bound value is provided in
Section 26.11.3.

Based on full-scale measurements of buildings under the
action of wind, the following expression has been proposed for
wind applications (Zhou and Kareem 2001a; Zhou et al. 2002):

f n1 = 150∕h (ft) (C26.11-8)

This frequency expression is based on older buildings and
overestimates the frequency common in U.S. construction for
smaller buildings less than 400 ft (122 m) in height, but it
becomes more accurate for tall buildings greater than 400 ft
(122 m) in height.

Studies in Japan involving a suite of buildings under low-
amplitude excitations have led to the following expressions for
natural frequencies of buildings (Sataka et al. 2003):

n1 = 220∕h (ft) (concrete buildings) (C26.11-9)

n1 = 164∕h (ft) (steel buildings) (C26.11-10)

These expressions result in higher frequency estimates than those
obtained from the general expression given in Eqs. (C26.11-6)
through (C26.11-8), particularly since the Japanese data set has
limited observations for the more flexible buildings sensitive to
wind effects, and Japanese construction tends to be stiffer.

For cantilevered masts or poles of uniform cross section (in
which bending action dominates)

n1 = (0.56∕h2)
p
(EI∕m)

where EI is the bending stiffness of the section and m is the mass/
unit height. This formula may be used for masts with a slight
taper, using average value of EI and m (ECCS 1978).

An approximate formula for cantilevered, tapered, circular
poles (ECCS 1978) is

n1 ≈ ½λ∕(2πh2)�p(EI∕m) (C26.11-12)

where h is the height of the pole, and E, I, and m are calculated
for the cross section at the base. λ depends on the wall thick-
nesses at the tip and base, et and eb, and external diameter at the
tip and base, dt and db, according to the following formula:

λ=
�
1.9 exp(

−4dt
db

)

�
þ
�

6.65

0.9þ (et∕eb)0.666

�
(C26.11-13)

Eq. (C26.11-12) reduces to Eq. (C26.11-11) for uniform masts.
For freestanding lattice towers (without added ancillaries, such as
antennas or lighting frames) (Standards Australia 1994):

n1 ≈ 1,500wa∕h2 (C26.11-14)

where wa is the average width of the structure in meters and h is
tower height. An alternative formula for lattice towers (with added
ancillaries) (Wyatt 1984) is

n1 =(
LN
h )

2∕3

(
wb

h )
1∕2

(C26.11-15)

where wb = tower base width and LN = 270 m for square base
towers, or 230 m for triangular base towers.

Structural Damping. Structural damping is a measure
of energy dissipation in a vibrating structure that results in
bringing the structure to a quiescent state. The damping is defined
as the ratio of the energy dissipated in one oscillation cycle to the
maximum amount of energy in the structure in that cycle. There
are as many structural damping mechanisms as there are modes
of converting mechanical energy into heat. The most important
mechanisms are material damping and interfacial damping.

In engineering practice, the damping mechanism is often ap-
proximated as viscous damping because it leads to a linear equation
of motion. This damping measure, in terms of the damping ratio, is
usually assigned based on the construction material, for example,
steel or concrete. The calculation of dynamic load effects requires
damping ratio as an input. In wind applications, damping ratios of
1% and 2% are typically used in the United States for steel and
concrete buildings at serviceability levels, respectively, while ISO
(1997) suggests 1% and 1.5% for steel and concrete, respectively.
Damping ratios for buildings under ultimate strength design con-
ditions may be significantly higher, and 2.5% to 3% is commonly
assumed. Damping values for steel support structures for signs,
chimneys, and towers may be much lower than buildings and may
fall in the range of 0.15–0.5%. Damping values of special structures
like steel stacks can be as low as 0.2–0.6% and 0.3–1.0% for
unlined and lined steel chimneys, respectively (ASME 1992;
CICIND 1999). These values may provide some guidance for
design. Damping levels used in wind load applications are smaller
than the 5% damping ratios common in seismic applications
because buildings subjected to wind loads respond essentially
elastically, whereas buildings subjected to design-level earthquakes
respond inelastically at higher damping levels.

Because the level of structural response in the strength and
serviceability limit states is different, the damping values

Notes

1. Eq. (26.11-2): 22.2∕h0.8
2. Eq. (26.11-3): 43.5∕h0.9
3. Eq. (26.11-4): 75∕h

FIGURE C26.11-1 Equations for Approximate Lower-bound
Natural Frequency na versus Building Height
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associated with these states may differ. Furthermore, because
of the number of mechanisms responsible for damping, the
limited full-scale data manifest a dependence on factors such
as material, height, and type of structural system and founda-
tion (Kijewski-Correa et al. 2013). The Committee on Damp-
ing of the Architectural Institute of Japan suggests different
damping values for these states based on a large damping
database described in Sataka et al. (2003).
Recently, the NatHaz group has developed an interactive

database of full-scale experimentally determined modal damping
ratios based on the database (Kareem et al. 2012). The database is
publicly available at https://vortex-winds.org and is equipped with
a query-based Web interface for the rapid identification of modal
damping ratios that satisfy specific requirements, such as geomet-
ric form, structural system, construction material, foundation type,
and building use. A recent publication offers a data-driven
model of damping that has been validated with several full-scale
studies (Spence and Kareem 2014).
In addition to structural damping, aerodynamic damping may

be experienced by a structure oscillating in air. In general, the
aerodynamic damping contribution is quite small compared to
the structural damping, and it is positive in low to moderate wind
speeds. Depending on the structural shape, at some wind veloci-
ties the aerodynamic damping may become negative, which can
lead to unstable oscillations. In these cases, reference should be
made to recognized literature or a wind tunnel study.
Alternate Procedure to Calculate Wind Loads. The con-

cept of the gust-effect factor implies that the effect of gusts can
be adequately accounted for by multiplying the mean wind
load distribution with height by a single factor. This is an
approximation. If a more accurate representation of gust
effects is required, the alternative procedure in this section
can be used. It takes account of the fact that the inertial forces
created by the building’s mass, as it moves under wind action,
have a different distribution with height than the mean wind
loads or the loads caused by the direct actions of gusts
(Zhou and Kareem 2001a; Chen and Kareem 2004). The
alternate formulation of the equivalent static load distribution
uses the peak base bending moment and expresses it in terms of
inertial forces at different building levels. A base bending moment,
instead of the base shear as in earthquake engineering, is used for
the wind loads because it is less sensitive to deviations from a
linear mode shape. For a more detailed discussion on this wind-
loading procedure, see Zhou and Kareem (2001a, 2001b) and
Chen and Kareem (2004).
Alternate Procedure: Along-Wind Equivalent Static Wind

Loading. The equivalent static wind loading for the mean,
background, and resonant components is obtained using the
procedure outlined in this section.
Mean wind load component, Pj, is given by

Pj = qj × Cp × Aj × G (C26.11-16)

where

j = floor level;
qj = velocity pressure at height zj;
zj = height of the jth floor above the ground level;
Cp = external pressure coefficient; and
G = 0.925 × (1þ 1.7gvIz)−1 = gust velocity factor.

Peak background wind load component, P̂Bj, at the jth floor
level is given similarly by

P̂Bj =Pj × GB∕G (C26.11-17)

where

GB = 0.925 ×(
1.7Iz × gQQ

1þ 1.7gvIz)
is the background component of the gust-effect factor.

Peak resonant wind load component, P̂Rj, at the jth floor level
is obtained by distributing the resonant base bending moment
response to each level:

P̂Rj =CMjM̂R (C26.11-18)

CMj =
wjϕjP
wjϕjzj

(C26.11-19)

M̂R =M · GR∕G (C26.11-20)

M =
X
j= 1;n

Pj · zj (C26.11-21)

where

CMj = vertical load distribution factor;
M̂R = peak resonant component of the base bending moment

response;
wj = portion of the total gravity load of the building located or

assigned to level j;
ϕj = first structural mode shape value at level j;
M = mean base bending produced by mean wind load;
GR = 0.925 × ½(1.7Iz × gRR)∕(1þ 1.7gvIz)� resonant component

of the gust-effect factor; and
n = total stories of the building.

Alternate Procedure: Along-Wind Response. Through a
simple static analysis, the peak building response in the
along-wind direction can be obtained by

r̂= r þ
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
r̂2B þ r̂2R

q
(C26.11-22)

where r, r̂B, and r̂R = mean, peak background, and resonant
response components of interest, for example, shear forces, mo-
ment, or displacement. Once the equivalent static wind load distri-
bution is obtained, any response component, including acceleration,
can be obtained using a simple static analysis. It is suggested that
caution must be exercised when combining the loads instead of
response according to the preceding expression, for example:

P̂j =Pj þ
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
P̂2
Bj þ P̂2

Rj

q
(C26.11-23)

because the background and the resonant load components have
normally different distributions along the building height. Addi-
tional background can be found in Zhou and Kareem (2001b);
Zhou et al. (2002), and Chen and Kareem (2004).
Aerodynamic Loads on Tall Buildings: An Interactive Data-

base. Under the action of wind, tall buildings oscillate simulta-
neously in the along-wind, across-wind, and torsional directions.
While the along-wind loads have been successfully treated in terms
of gust loading factors based on quasi-steady and strip theories, the
across-wind and torsional loads cannot be treated in this manner
because these loads cannot be related in a straightforward manner to
fluctuations in the approach flow. As a result, most current codes
and standards provide little guidance for the across-wind and
torsional response (Zhou et al. 2002; Chen and Kareem 2004;
Kwon and Kareem 2013; Bernardini et al. 2013).
To provide some guidance at the preliminary design stages

of buildings, an interactive aerodynamic loads database for
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assessing dynamic wind-induced loads on a suite of generic isolated
buildings is introduced (Zhou et al. 2002; Kwon et al. 2008).
Although the analysis based on this experimental database is not
intended to replace wind tunnel testing in the final design stages, it
provides users a methodology to approximate the previously
untreated across-wind and torsional responses in the early design
stages. The database consists of high-frequency base balance
measurements involving seven rectangular building models, with
side ratio (D∕B, where D is the depth of the building section along
the oncoming wind direction) from 1∕3 to 3, and three aspect ratios
for each building model in two approach flows, namely, BL1
(α= 0.16) and BL2 (α= 0.35) corresponding to an open and an
urban environment, respectively. The data are accessible with a
user-friendly, Java-based Internet applet, the NatHaz Aerodynamic
Loads Database, version 2.0 (NALD 2012). Through the use of this
interactive portal, users can select the geometry and dimensions of a
model building from the available choices and specify an urban or
suburban condition. Upon doing so, the aerodynamic load spectra
for the along-wind, across-wind, or torsional directions are dis-
played with a Java interface permitting users to specify a reduced
frequency (building frequency × building dimension/wind velocity)
of interest and automatically obtain the corresponding spectral
value. When coupled with the supporting Web documentation,
examples, and concise analysis procedure, the database provides a
comprehensive tool for computation of wind-induced response of
tall buildings, suitable as a design guide in the preliminary stages.

Example: An example tall building is used to demonstrate the
analysis using the database. The building is a square steel tall
building with size H ×W1 ×W2 = 656 × 131 × 131 ft (200×
40 × 40 m) and an average radius of gyration of 59 ft (18 m).

The three fundamental mode frequencies, f 1, are 0.2, 0.2, and
0.35 Hz in X, Y , and Z directions, respectively; the mode shapes are
all linear, or β is equal to 1.0, and there is no modal coupling. The
building density is equal to 0.485 slugs∕ft3 (250 kg∕m3). This
building is located in Exposure A or close to the BL2 test condition
of the Internet-based database (Zhou et al. 2002; Kwon et al. 2008).
In this location, the 3-s design gust speed at a 700-year recurrence
interval is 115 mi∕h (51 m∕s) in ASCE 7-16. For serviceability
requirements, 3-s design gust speed with 10-year MRI is equal to
76 mi∕h (34 m∕s) in ASCE 7-16. For the sake of illustration only,
the first-mode critical structural damping ratio, ζ1, is to be 0.01 for
both survivability and serviceability design.

Using these aerodynamic data and the procedures provided in
Zhou et al. (2002) and Kwon et al. (2008), the wind-load effects
are evaluated and the results are presented in Table C26.11-3.
This table includes base moments and acceleration response
in the along-wind direction obtained by the procedure in

ASCE 7-16. It should be pointed out that the building experiences
higher across-wind load effects when compared to the along-wind
response for this example, which reiterates the significance of
wind loads and their effects in the across-wind direction and the
need for such database-enabled design approaches.

C26.12 ENCLOSURE CLASSIFICATION

The magnitude and sense of internal pressure are dependent upon
the magnitude and location of openings around the building
envelope with respect to a given wind direction. Accordingly,
the standard requires that a determination be made of the amount
of openings in the envelope to assess enclosure classification
(enclosed, partially enclosed, or open). Openings are specifically
defined in this version of the standard as apertures or holes in the
building envelope which allow air to flow through the building
envelope and which are designed as “open” during design winds.
Examples include doors, operable windows, air intake exhausts
for air conditioning and/or ventilation systems, gaps around doors,
deliberate gaps in cladding, and flexible and operable louvers. The
porosity for an “enclosed building” is such that there are not
sufficient openings in the exterior building envelope to allow
significant air flow into the building. The porosity of a “partially
enclosed” building is such that there are sufficient openings in the
building envelope windward wall to allow for wind to enter the
building; however, there are not sufficient openings in the remain-
ing portions of the building envelope to allow air flow out of the
building without a buildup of internal pressure. The porosity for a
“partially open” building is such that there exist sufficient open-
ings in the building envelope windward wall to allow for air flow
into the building and sufficient openings exist in the remaining
portions of the building envelope to allow for some air flow out of
the building but with some buildup of internal pressure. The
porosity for the “open building” is such that air flow can enter and
exit the building without a significant buildup of internal pressure.
The classification of a “partially open” building has been added to
the standard to help the user in the understanding that a building
with openings and significant porosity (such as an open parking
garage, for example) that does not meet the requirements of the
“partially enclosed” classification does not automatically classify
the building as “open” or “enclosed.” Once the enclosure classifi-
cation is known, the designer enters Table 26.13-1 to select the
appropriate internal pressure coefficient.

This version of the standard has four terms applicable to
enclosure: wind-borne debris regions, glazing, impact-resistant
glazing, and impact-protective system.Wind-borne debris regions
are specified to alert the designer to areas requiring consideration

Table C26.11-3. Along-Wind, Across-Wind, Torsional Moments, and Acceleration Response

Load Components σCM

Survivability Design Serviceability Design

Aerodynamic load
coefficient

Base Moments (106 kips-ft)
Aerodynamic load coefficient Accelerations (milli-g or rad∕s2)

f1 CM(f1) M f1 CM(f1) σa

Corner

X Y

ASCE 7-10 – – – 1.73 – – 1.95 2.77 3.24

Along-wind 0.109 0.193 0.046 1.72 0.292 0.022 2.03
Across-wind 0.133 0.193 0.093 1.82 0.292 0.024 2.64
Torsional 0.044 0.337 0.040 0.086 0.512 0.043 0.0001

Note: As this database is experimental in nature thus has limitation in scope, it can be conveniently expanded using additional data as it becomes available.
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of missile-impact design and potential openings in the building
envelope. Glazing is defined as any glass or transparent or
translucent plastic sheet used in windows, doors, skylights, or
curtain walls. Impact-resistant glazing is specifically defined as
glazing that has been shown by testing to withstand the impact of
test missiles. Impact-protective systems over glazing can be
shutters or screens designed to withstand wind-borne debris
impact. Impact resistance of glazing and protective systems can
be tested using the test method specified in ASTM E1886, with
missiles, impact speeds, and pass/fail criteria specified in ASTM
E1996. Glazing in sectional garage doors and rolling doors can be
tested for impact resistance with missiles, impact speeds, and pass-
fail criteria specified in ANSI/DASMA 115. Other methods
involving opening protection of building envelope systems are
acceptable when approved by the Authority Having Jurisdiction.
Origins of missile-impact provisions contained in these standards
are summarized in Minor (1994) and Twisdale et al. (1996).
Section 26.12.3 requires glazing in Category II, III, and IV

buildings in wind-borne debris regions to be protected with an
impact-protective system or to be made of impact-resistant
glazing to reduce the amount of wind and water damage to
buildings during design windstorm events.
The standard requires all glazing in the lower 60 ft (18.3 m) of

Category II, III, or IV buildings sited in wind-borne debris regions
to be protected with an impact-protective system or to be made of
impact-resistant glazing. Glazing higher than 60 ft (18.3 m) above
grade may be broken by wind-borne debris when a debris source is
present, such as aggregate-surfaced roofs on buildings within
1,500 ft (457 m) of the new building. This includes gravel or
stone used as ballast that is not protected by a sufficiently high
parapet. Accordingly, the glazing in the new building, from 30 ft
(9.1 m) above the source building to grade needs to be protected
with an impact-protective system or be made of impact-resistant
glazing. If loose roof aggregate is proposed for the new building, it
too should be considered as a debris source because aggregate can
be blown off the roof and be propelled into glazing on the leeward
side of the building. Although other types of wind-borne debris
can impact glazing higher than 60 ft (18.3 m) above grade, at these
higher elevations, loose roof aggregate has been the predominant
debris source in previous wind events. The requirement for
protection 30 ft (9.1 m) above the debris source is to account
for debris that can be lifted during flight. The following references
provide further information regarding debris damage to glazing:
Beason et al. (1984), Minor (1985, 1994), Kareem (1986), and
Behr and Minor (1994).
Although wind-borne debris can occur in just about any condi-

tion, the level of risk in comparison to the postulated debris regions
and impact criteria may also be lower than that determined for the
purpose of standardization. For example, individual buildings may
be sited away from likely debris sources that would generate
significant risk of impacts similar in magnitude to pea gravel (i.
e., as simulated by 2-g steel balls in impact tests) or butt-on 2 × 4
impacts as required in impact-testing criteria. This situation
describes a condition of low vulnerability only as a result of
limited debris sources within the vicinity of the building. In other
cases, potential sources of debris may be present, but extenuating
conditions can lower the risk. These extenuating conditions include
the type of materials and surrounding construction, the level of
protection offered by surrounding exposure conditions, and the
design wind speed. Therefore, the risk of impact may differ from
those postulated as a result of the conditions specifically enumer-
ated in the standard and the referenced impact standards. There are
vastly differing opinions regarding the significance of these para-
meters that are not fully considered in developing standardized
debris regions or referenced impact criteria.

The definition of the wind-borne debris regions for Risk
Category II buildings and structures was chosen such that the
coastal areas included in the wind-borne debris regions are
approximately consistent with those given in ASCE 7-05 and
prior editions. Thus, the new wind speed contours that define the
wind-borne debris regions in Section 26.12.3.1 are not direct
conversions of the wind speed contours that are defined in ASCE
7-05, as shown in Table C26.5-7.
While the coastal areas included in the wind-borne debris

regions for Risk Category II are approximately consistent with
those given in ASCE 7-05, significant reductions in the area of
wind-borne debris regions for this Risk Category occur around
Jacksonville, Florida, in the Florida Panhandle, and inland from
the coast of North Carolina.
The introduction in ASCE 7-10 of separate maps for different

Risk Categories provides a means for achieving a more risk-
consistent approach for defining wind-borne debris regions. The
approach selected was to link the geographical definition of the
wind-borne debris regions to the wind speed contours in the maps
that correspond to the particular Risk Category, resulting in expan-
sion of the wind-borne debris region for some Risk Category III and
all Risk Category IV buildings and structures. A review of the types
of buildings and structures currently included in Risk Category III
suggests that in the expanded wind-borne debris region life-safety
issues would be most important for health-care facilities. Conse-
quently, the committee chose to apply the expanded wind-borne
debris protection requirement to this type of Risk Category III
facilities and not to all Risk Category III buildings and structures.

C26.13 INTERNAL PRESSURE COEFFICIENTS

The internal pressure coefficient values in Table 26.13-1 were
obtained from wind tunnel tests (Stathopoulos et al. 1979) and
full-scale data (Yeatts and Mehta 1993). Even though the wind
tunnel tests were conducted primarily for low-rise buildings, the
internal pressure coefficient values are assumed to be valid for
buildings of any height. The values (GCpi)= þ0.18 and −0.18
are for enclosed buildings. It is assumed that the building has no
dominant opening or openings and that the small leakage paths
that do exist are essentially uniformly distributed over the build-
ing’s envelope. The internal pressure coefficient values for par-
tially enclosed buildings assume that the building has a dominant
opening or openings. For such a building, the internal pressure is
dictated by the exterior pressure at the opening and is typically
increased substantially as a result. Net loads (i.e., the combination
of the internal and exterior pressures) are therefore also signifi-
cantly increased on the building surfaces that do not contain the
opening. Therefore, higher (GCpi) values of þ0.55 and −0.55 are
applicable to this case. These values include a reduction factor to
account for the lack of perfect correlation between the internal
pressure and the external pressures on the building surfaces not
containing the opening (Irwin 1987; Beste and Cermak 1996).
Taken in isolation, the internal pressure coefficients can reach
values of ±0.8 (or possibly even higher on the negative side).
For partially enclosed buildings containing a large unparti-

tioned space, the response time of the internal pressure is
increased, and this increase reduces the ability of the internal
pressure to respond to rapid changes in pressure at an opening.
The gust factor applicable to the internal pressure is therefore
reduced. Eq. (26.13-1), which is based on Vickery and Bloxham
(1992) and Irwin and Dunn (1994), is provided as a means of
adjusting the gust factor for this effect on structures with large
internal spaces, such as stadiums and arenas.
Because of the nature of hurricane winds and exposure to

debris hazards (Minor and Behr 1993), glazing located below
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60 ft (18.3 m) above the ground level of buildings sited in wind-
borne debris regions has a widely varying and comparatively
higher vulnerability to breakage from missiles, unless the glazing
can withstand reasonable missile loads and subsequent
wind loading, or the glazing is protected by suitable shutters.
[See Section C26.12 for discussion of glazing above 60 ft
(18.3 m).] When glazing is breached by missiles, development
of higher internal pressure may result, which can overload the
cladding or structure if the higher pressure was not accounted for
in the design. Breaching of glazing can also result in a significant
amount of water infiltration, which typically results in consider-
able damage to the building and its contents (Surry et al. 1977;
Reinhold 1982; Stubbs and Perry 1993).

The influence of compartmentalization on the distribution of
increased internal pressure has not been researched. If the space
behind breached glazing is separated from the remainder of the
building by a sufficiently strong and reasonably airtight com-
partment, the increased internal pressure would likely be con-
fined to that compartment. However, if the compartment is
breached (e.g., by an open corridor door or by collapse of the
compartment wall), the increased internal pressure will spread
beyond the initial compartment quite rapidly. The next compart-
ment may contain the higher pressure, or it too could be
breached, thereby allowing the high internal pressure to continue
to propagate. Because of the great amount of air leakage that
often occurs at large hangar doors, designers of hangars should
consider using the internal pressure coefficients in Table 26.13-1
for partially enclosed buildings

C26.14 TORNADO LIMITATION

Tornadoes have not been considered in the wind load provisions
because of their very low probability of occurrence. However,
some building owners might want to have portions of their
buildings designed to provide a greater level of occupant pro-
tection from tornadoes or minimize building damage associated
with EF0–EF2 rated tornadoes (see Section C26.14.1 for tornado
ratings). Maintaining continuity of building operations for facili-
ties such as emergency operations centers and hospitals is also a
factor when considering whether or not to design for tornado
wind and wind-borne debris loads. This section provides infor-
mation and design guidance for those designers and building
owners who desire to design for reduced property damage or
increased occupant protection, in case the building under con-
sideration is impacted by a tornado.

The following topics are addressed in this section: 1) tornado
wind speeds and probabilities, 2) wind pressures induced by
tornadoes versus other windstorms, 3) designing for occupant
protection, 4) designing to minimize building damage, 5) design-
ing tomaintain continuity of building operations, and 6) designing
trussed communications towers for wind-borne debris. (Mehta
et al. (1976), Minor (1982), Minor et al. (1977), andWen and Chu
(1973) provide early background information on tornadoes.)

C26.14.1 Tornado Wind Speeds and Probabilities. The
National Weather Service (NWS) rates tornado severity
according to the six levels of observed damage in the Enhanced
Fujita Scale (EF Scale). The scale ranges from EF0 to EF5. See
Table C26.14-1 for the wind speeds associated with the EF ratings.
Damage indicators (DI) and degrees of damage (DOD) are used to
establish EF ratings. DIs consist of buildings, other structures, and
trees. Information on the EF scale and a description of DIs and
DODs can be found in McDonald and Mehta (2006).

NWS data indicate that the median number of tornadoes in the
United States between 1990 and 2014 was 1,173 per year. During
this time, the fewest number of tornadoes (888) occurred in 2014,

and the greatest number (1,817) occurred in 2004. Tornado-related
winds have a significantly lower probability of occurrence at a
specific location than the high winds associated with meteorolog-
ical events (frontal systems, thunderstorms, and hurricane winds)
responsible for the basic wind speeds given in ASCE 7. The
probability of occurrence is a function of the area covered by a
tornado and of the specific location. The probability of a site-
specific EF0 to EF1 rated tornado strike in the central portion of
the United States is on the order of a 4,000-year MRI (Ramsdell
and Rishel 2007). (Considering that Risk Category IV buildings
and structures have an MRI of 3,000 years in the standard,
designing for an EF1 tornado would only result in a small increase
in design wind pressures. It would be prudent to design for an EF1
or greater tornado, as discussed in Sections C26.14.4 and
C26.14.5.) In the areas of the country where the risk of EF4 and
EF5 rated tornadoes is greatest, the annual probabilities that a
particular building will be affected by an EF4 or EF5 rated tornado
are on the order of 10−7 (a 10,000,000-year MRI) (Ramsdell
and Rishel 2007). Tornadoes in the West are rare, as illustrated
by NWS annual tornado maps from 1952 to 2011 (http://www.
spc.noaa.gov/wcm/annualtornadomaps/).

Fig. C26.14-1 shows the recorded EF3–EF5 rated tornadoes
between 1950 and 2013. Of the 56,221 recorded tornadoes that
occurred between 1950 and 2011, 95% were rated as EF0–EF2 by
the NWS, 4% were rated as EF3, and 1% were rated as EF4–EF5.

Damage investigations have indicated that tornado winds are
more likely to generate more wind-borne debris compared to non-
tornadic winds of the same speed. EF0 and EF1 rated tornadoes
may generate wind-borne debris that can break unprotected glaz-
ing and puncture many types of door, wall, and roof assemblies.

As illustrated in Table C26.14-3, depending on a building’s
location and Risk Category, EF2 and EF3 rated tornadoes
produce wind pressures that range from below to above those
derived from ASCE 7-10 for hurricane-prone regions. Hence, for
buildings designed for wind pressure in accordance with ASCE
7, the performance of structural elements (i.e., MWFRS), doors,
and walls in tornadoes will depend on the relationship between
the tornado severity and the basic wind speed. For example, a
building in Miami is expected to have greater resistance to strong
tornadoes than a building in Orlando, where the basic wind speed
is lower than Miami’s basic wind speed. However, wind-borne
debris can break unprotected glazing and puncture many types of
door, wall, and roof assemblies. Even if the glazing is protected
from hurricane debris, debris from an EF3 rated tornado may
penetrate the glazing because the momentum of debris generated
by an EF3 rated tornado may significantly exceed the impact test
criteria adopted for hurricane opening protection.

EF3 through EF5 rated tornadoes can produce wind pressures
and wind-borne debris loads that are in excess of those derived
from the highest design wind speeds for hurricane-prone areas
and the wind-borne debris test standards for opening protection

Table C26.14-1 Enhanced Fujita (EF) Scale

EF Number Wind Speed (mph) (m/s)

EF0 65–85 29–38
EF1 86–110 39–49
EF2 111–135 50–60
EF3 136–165 61–73
EF4 166–200 74–89
EF5 >200 >89

Source: NOAA (http://www.spc.noaa.gov/efscale/ef-scale.html).

Note: Speeds are for 3-s peak gust, Exposure C, 33 ft (10 m) above grade.
Conversion of mph to m∕s∶mph × 0.44704=m∕s.
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in hurricane prone regions. Fig. C26.14-2 shows the design wind
speed for tornado safe rooms recommended by FEMA P-361
(FEMA 2015). This wind speed map is the same as the ICC 500
tornado hazard map. These wind speeds likely have a probability
of occurrence that is on the order of 1 × 10−6 to 1 × 10−7 per year
(Ramsdell and Rishel 2007).

C26.14.2 Wind Pressures Induced by Tornadoes Versus
Other Windstorms. Photo analysis of wind-borne debris shed
from buildings indicates that tornado debris has a greater vertical
trajectory than hurricane debris. Such observations and tornado
simulations suggest that updrafts are greater in tornadoes than in
other windstorms. Research by Mishra et al. (2008) indicates that
atmospheric pressure drops play a significant role in wind pressures
experienced in tornadoes. Laboratory research conducted in a
tornado simulator (Haan et al. 2010) measured wind pressures
on a gable roof of a residential-size building model. Measured
pressures included the pressure drop in the simulated vortex and
point pressures, which were integrated to determineMWFRS loads.
Results have been compared with loads produced by both ASCE 7
directional and envelope MWFRS wind load provisions. The
largest lateral loads determined from the tornado simulator test
results are slightly lower than the lateral loads produced using the
MWFRS directional method of ASCE 7, Chapter 27, but they are

up to about 50% larger than those produced using the MWFRS
envelope method of ASCE 7, Chapter 28. For a tightly sealed
building where the internal pressure in the building does not rapidly
equalize with the atmospheric pressure drop in the tornado vortex,
the uplift loads on the building obtained from the simulator tests can
be substantially larger than those obtained from either the
directional or envelope MWFRS methods of ASCE 7. However,
at the other extreme, if an open building is assumed and the
atmospheric pressure drop in the vortex is removed from the
surface pressures on the building roof, the net uplift MWFRS
loads from the simulator tests produces lower uplift loads on the
building than those produced using the ASCE 7 directional and
envelope MWFRS methods. In consideration of the typical leakage
of most buildings, the use of internal pressure coefficients for a
partially enclosed building and the fact that the building would have
already experienced the highest horizontal winds in the tornado
vortex before it was exposed to the largest pressure drop, which
occurs in the vortex core, the Wind Load Subcommittee decided
that the uplift load coefficients should not be further increased for
most buildings to account for atmospheric pressure drop effects in
the tornado vortex. This would not be an appropriate decision for
nuclear power plant containment structures or other structures
where extreme measures are taken to ensure that the interior of
the building is sealed from atmospheric conditions.

FIGURE C26.14-1 Recorded EF3–EF5 Rated Tornadoes, 1950–2013
Source: FEMA (2015), from National Oceanic and Atmospheric Administration, National Weather Service, Storm Prediction Center
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C26.14.3 Occupant Protection. A report (CDC 2012) on
fatalities during the April 25–28, 2011, tornado outbreak
illustrates the importance of providing tornado protection for
building occupants. There were 351 recorded tornadoes during
the outbreak, where 338 fatalities were caused by 27 of the
tornadoes. According to the report, 90% of the people who died
were in buildings at the time the tornadoes struck.

ICC 500 provides requirements for design and construction of
residential and community storm shelters. FEMA P-320 (2014)
provides prescriptive solutions for residential and small business
safe rooms that will accommodate up to 16 occupants. FEMA
P-361 (2015) provides comprehensive guidance for the design of
community and residential safe rooms, as well as for quality
assurance and quality control for their design and construction.
The criteria in FEMA P-361 and ICC 500 are quite similar.
All safe room criteria in FEMA P-361 meet the storm shelter
requirements in ICC 500, but a few design and performance
criteria in FEMA P-361 are more restrictive than those in
ICC 500. The FEMA P-320 and P-361 documents provide
additional guidance on design standards that should be followed
in order for shelters to potentially qualify for federal grant funding.

Tornado shelters complying with ICC 500 or safe rooms
complying with FEMA P-320 (2014) or P-361 (2015) are the
recommended methods of protecting occupants from EF3, EF4,
or EF5 rated tornadoes. However, if a tornado shelter or safe

room is not provided, some level of occupant protection may be
achieved if the building is designed to minimize damage (see
Section C26.14.4). Depending upon the magnitude of the design
enhancements, the quality of construction, maintenance and
repair of the building, the potential for roof structure and wall
collapse is reduced if the building is struck by an EF0 to EF2
rated tornado. Hence, in addition to minimizing building damage,
there will be some level of occupant protection, although the
amount of protection is difficult to quantify. The design objective
of minimizing damage and providing for occupant protection is
discussed in van de Lindt et al. (2013). However, if occupants of
such buildings do not have access to a shelter or safe room, they
are exposed to a slight risk of death or injury from wind-borne
debris generated by EF0 to EF2 rated tornadoes. They are also
clearly susceptible to death or injury if the building is struck by a
stronger tornado (EF3 to EF5).

For buildings that do not have an ICC 500-compliant storm
shelter, or a FEMA P-320 (2014) or P-361 (2015) compliant safe
room, FEMA P-431 (2009) provides guidance in identifying best
available refuge areas.

C26.14.4 Minimizing Building Damage. Table C26.14-2
shows the comparison between hurricane and tornado wind
speeds. By using design strategies consistent with construction in
hurricane-prone regions, new buildings can be relatively econo-

FIGURE C26.14-2 Tornado Safe Room Design Wind Speed Map
Source: FEMA (2008)
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mically designed and built to be more resistant to most tornadoes
(i.e., EF0–EF2) (Prevatt et al. 2012). Furthermore, published
tornado simulator results suggest that the loads on the buildings
may be somewhat similar to those from straight-line winds pro-
vided the tornado is large enough to engulf the building. With
appropriate strengthening and selection of building materials and
systems, the cost of tornado repairs can be reduced. However,
when designing to minimize tornado damage, it is important to
realize that wind-borne debris is likely to cause breaches in the
building envelope. If exterior glazing is breached, interior
ceilings and/or walls may collapse from wind pressures, and
water damage is possible.
If a building is designed to minimize tornado damage, it is

recommended that consideration also be given to including a
tornado shelter complying with ICC 500 or a safe room com-
plying with FEMA P-320 (2014) or P-361 (2015) for occupant
protection. For example, if a medical research lab is designed for
EF3 pressures in order to minimize building damage, a portion of
the building could also be designed as a shelter to provide
occupant protection in the event that the facility was struck by
significant tornado-generated debris or winds from an EF4 or
EF5 rated tornado.
Tornado Wind Pressure Calculations. There are several

differences in the values of variables recommended for use in
tornado wind pressure calculations as compared with normal
wind pressure calculations. (The pressure calculation recom-
mendations are consistent with those given in FEMA P-361
(2015) and ICC 500.) However, the methodology and the
equations are the same as provided in Section 26.10.2,
Eq. (26.10-1) (for velocity pressure), Section 27.3.1, Eq. (27.3-1)
(for MWFRS), and Section 30.3.2 and Eq. 30.3-1 (for C&C). There
are two methods presented in this commentary for the development
of tornado wind pressures. Both methods achieve the same answer.
The first method (Extended Method) is to use wind pressure
calculation parameters (in equations noted above) modified for use
in determining tornado pressures. Because this method does require
some adjustment to almost every parameter, a second method
(Simplified Method) is presented that reduces all of the changed
parameters to a single multiplier. The SimplifiedMethod is intended
to provide a simple method of accounting for various tornado-
related design considerations and for the uncertainties in tornado
pressures caused by a lack of field pressure measurements and
limited laboratory research.
The following provides a description and discussion of those

differences that are then combined to provide a single factor,
identified as a Tornado Factor or TF (i.e., the Simplified Method)
that can be applied to results of ASCE 7 calculated pressures
and wind loads to produce tornado design wind loads for a target
tornado intensity. The TF factors shown in Table C26.14-4

reflect a combination of adjustment factors for internal pressure,
gust factor, directionality and external pressure coefficient dif-
ferences, and the uncertainty in these adjustment factors. Because
the original design calculations may be based on Exposures B, C,
or D and the tornado design pressures and loads assume Expo-
sure C or D, the recommended TF factor is different depending
on whether the original calculations were for Exposure Category
B or for either Exposure Category C or D. Note that these factors
are offered as a way to simplify the assessment of the increases in
loads caused by tornado design, and the designer always has the
option of using the Extended Method with the revised factors in
the wind pressure equation suggested below for designing for
tornado wind loads.

Extended Method. A tornado event is considered an ultimate
wind speed event, so the tornado design wind speed for the upper
end of the target design EF Scale should be used as the design
wind speed. Wind speeds for tornado design may also come from
ICC 500 or FEMA P-361 (2015). Because the tornado design
wind speed is an ultimate wind speed, it is treated the same as the
basic wind speeds provided in Fig. 26.5-1 (e.g., the load factor
for strength design is 1.0 and the wind loads can be multiplied by
0.6 for use in allowable stress design).
It is recommended that the pressures always be determined

based on an Exposure C condition except as noted following,
regardless of the actual exposure of the site. It is anticipated that
the winds of the tornado are going to create or at least resemble
winds from an Exposure C terrain condition. Thus, even in more
suburban settings, vegetation will be shredded and some roofs
will be torn off, creating a smoother terrain than the original one.
If the design exposure is D, the D exposure should also be used
for tornado design.
It is recommended that the directionality factor be taken as

Kd = 1.0 for a tornado. In Section C26.6, the following
describes the reason for the directionality factor: “This factor
accounts for two effects: (1) The reduced probability of maxi-
mum winds coming from any given direction, and (2) the
reduced probability of the maximum pressure coefficient oc-
curring for any given wind direction.” In the judgment of the
Wind Load Subcommittee, it was decided to set Kd = 1.0 for
wind pressures from tornadoes since neither of the two condi-
tions used as the basis for Kd = 0.85 seemed to apply. Consid-
ering the rotational winds in a tornado, and the likelihood that at
least one building corner or window will experience a coinci-
dent worst (GCp) direction and a maximum or near maximum
wind speed, a value of Kd = 1.0 seems prudent.
It is recommended that the topographic effect factor be taken

as Kzt = 1.0, since topographic effects on tornadic wind speeds
are not well understood.
The gust-effect factor G should be increased from 0.85 to 0.90

for rigid buildings. A G= 0.90 value is derived from the gust-
effect factor used for rigid buildings of G= 0.85 without the
0.925 calibration factor incorporated within that value. Thus, for
tornado design, G= 0.85∕0.925= 0.92, or it can be rounded
down to 0.90. G= 0.90 should be the minimum gust-effect factor
used.
Component and cladding (C&C) loads in ASCE 7 are based on

(GCp) values that are associated with a wind event that lasts for a
period of time that is frequently taken as one hour. Most
tornadoes move with a translational speed that limits the stron-
gest winds to a matter of minutes, if not seconds. Consequently, a
reduction in the C&C loads appears to be warranted (e.g., Kopp
and Morrison 2011). Given the limited amount of research that
has been conducted on wind pressures in tornado simulators, the
Wind Load Subcommittee judgment is to limit the reduction to
10% until more information is available.

Table C26.14-2 Comparison of Hurricane and Tornado Wind
Speeds

Hurricane Category Wind Speed over Land EF Rating Wind Speed

(mi∕h) (m∕s) – (mi∕h) (m∕s)
1 81–105 36–46 EF0 65–85 29–38
2 106–121 47–54 EF1 86–110 39–49
3 122–143 55–64 EF2 111–135 50–60
4 144–171 65–76 EF3 136–165 61–73
5 >171 >76 EF4 165–200 74–89

EF5 >200 >89

Note: Speeds are 3-s peak gust, Exposure C, 33 ft (10 m) above grade.
Conversion of mph to m∕s∶mph × 0.44704=m∕s.
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It is recommended that the internal pressure coefficient be
taken as (GCpi)=±0.55. A breach of the building envelope is
likely during a tornado, which will significantly increase the
wind-induced internal pressure in the building while helping to
promote equalization of atmospheric pressure drop in the vortex
if it passes over the building. From the changes in design criteria
noted above, the velocity pressure q for tornado pressure is

q= 0.00256KdKzKztKeV
2 (C26.14-1)

which is reduced to 0.00256KzV
2, where V2 is selected from the

EF rating selected for design and Kz is based on Exposure C or D
as appropriate.

Given the nature of the wind profile in a tornado, it is
recommended that q be determined at the mean roof height,
h, and that qh be used throughout the pressure calculations as the
value of velocity pressure, q.

For the MWFRS pressure, then

p= qh GCp − (±0.55) (C26.14-2)

where

G = 0.90 or higher as determined by the current methods, and
Cp = external pressure coefficient found by the current direction-

al methods of Chapter 27.

For C&C pressures,

p= qh½(0.9 × (GCp)) − (±0.55)� (C26.14-3)

where (GCp) is the external pressure coefficient for C&C found
by current methods.

To summarize, the recommended tornado design wind pres-
sures and loads for both MWFRS and C&C elements should be
calculated using the following:

V = upper end of range of wind speed for target EF
scale or the speed from ICC 500 or FEMA P-361
(2015) (Note: The EF scale does not provide an
upper bound wind speed for EF5-rated tornadoes.
When designing for EF5-rated tornadoes, the de-
sign wind speeds shown in Fig. C26.14-2 are
reasonable upper bound speeds.);

Kz = velocity pressure exposure coefficient evaluated
at mean roof height for Exposure C or D as
appropriate;

Kd = 1.0;
Kzt = 1.0;
Ke = 1.0 or value from Table 26.9-1;

(GCpi) = ±0.55;
G(MWFRS) = 0.9 or higher if appropriate from current

methods;
Cp(MWFRS) = ASCE 7 values per Chapter 27 and directional

analysis; and
(GCp)(C&C) = ASCE 7 values for the appropriate zone.

It should be recognized that there is considerable uncertainty
when it comes to the development and justification of tornado
design wind loads. Nevertheless, it is also important to recognize
that the EF scale for tornadoes is essentially a damage scale based
on a series of damage indicators (DIs) and degrees of damage
(DODs). The expert opinions that were used to establish the wind
speeds associated with the DIs and DODs were at least partially
shaped by observations of damage in hurricanes where there was
a higher degree of confidence in wind speeds than in tornadoes.
Consequently, changes in wind loads based on static pressure
drop estimates in the middle of tornadoes is probably not

justified. Conversely, though, observations of dramatic structural
failures in hurricanes are almost always accompanied by obser-
vations of breaching of the building envelope that would have
produced significant internal pressures on the building or a part of
the building. Because breaches in the building envelope are
highly likely in tornadoes because of the amount of debris in
the circulation and there is likely insufficient time to protect
openings unless a passive system is used (which in turn might
reduce the opportunity for pressure equalization), it is prudent to
design for some measure of additional internal pressurization.
This is done by setting the internal pressure coefficient to ±0.55.

Simplified Method. A series of calculations were carried
out to estimate the effect of the various tornado design recom-
mendations outlined above. These calculations are shown in
Table C26.14-3, which illustrates quantitative comparisons of
MWFRS pressures derived from ASCE 7-10 and estimated
pressures induced by EF0–EF4 rated tornadoes. The calculations
are based on a 30-ft by 30-ft enclosed building with a mean roof
height of 22 ft and a gable roof angle of 35° sited in Exposure C,
which is the building size and exposure used in research scaled
up to a full-size building (Haan et al. 2010). The tornado
calculations assume partially enclosed conditions (caused by
broken glazing) and a Tornado Factor (TF) based on tornado
design considerations outlined in this section. Based on these
calculations of the increase in pressures from tornadoes on both
walls and roofs, it was concluded that the use of simple single
factors could be applied to the design wind loads calculated using
normal ASCE 7 procedures and equations for enclosed buildings
as a reasonable way for designers to address tornado design for
their clients who wanted to evaluate options and to provide a
measure of tornado damage reduction.

The C&C TF factors are conservatively based on the field
zones of roofs and walls. These simple, singular factors (TF
factors) are summarized in Table C26.14-4 and illustrated in
Eq. (C26.14-4).

Note that these adjustments can be applied to either limit state
“ultimate” design loads or to allowable stress design pressures or
loads calculated for the building to arrive at tornado design
pressures or loads.

Applying these TF factors from Table C26.14-4 follows:

p= qi(GCp − (GCpi)) × TF (C26.14-4)

where the qi(GCp − (GCpi)) portion of the equation is determined
using the current ASCE 7 Chapter 27 directional procedure for

Table C26.14-3 MWFRS Pressure Comparisons – Straight Line
Wind versus Tornado

Wind
Speed

Roof Uplift
Pressure

Wall Negative
Pressure

mph psf psf
ASCE 7-16 115 –30 –22
ASCE 7-16 120 –33 –24
ASCE 7-16 180 –74 –55
ASCE 7-16 190 –82 –61
EF0 (upper end of range) 85 –27 –22
EF1 (upper end of range) 110 –45 –37
EF2 (upper end of range) 135 –68 –55
EF3 (upper end of range) 165 –102 –82
EF4 (upper end of range) 200 –150 –120

Note: Conversion of mph to m∕s∶mph × 0.44704=m∕s; Conversion of psf to
kN∕m2: psf × 0.0479 kN∕m2
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enclosed buildings. The wind speed used in Eq. (C26.14-4) to
determine q is the selected design wind speed for the tornado
design. Alternatively, the designer can calculate wind pressures
for both MWFRS and C&C using the design wind speeds from
ASCE 7, Fig. 26.5-1A, B, C, or D, or Fig. 26.5-2A, B, C, or D (or
http://windspeed.atcouncil.org/), then scale the pressures for
tornado design as follows:

p= qi(GCp − (GCpi)) × (V tornado∕Vdesign)2 × TF

where V tornado is the selected tornado wind speed to be used for
this tornado design and TF factors are from Table C16.14-4.

Example.
Description of Building
Building dimensions: 30 ft × 60 ft
Mean roof height = 40 ft
The building is located in Des Moines, Iowa, and is a two-

story, light commercial building with a flat roof. The primary
building use is computer server storage. The building is located
in a commercial office park; the assumed exposure is B.
The owner has decided that he would like the building to be

designed for an EF2 tornado. The top end of the EF2 tornado
scale is 135 mph. The ASCE 7 wind speed for Risk Category II
buildings in this location is 110 mph.
Determine the differences in wall and roof pressures (both

MWFRS and C&C) for a tornado design for 135 mph compared
to the design pressures using ASCE 7 mapped wind speeds.

Tornado wind pressure determination using the Extended
Method
Wind speed V = 135 mph;
Mean roof height h= 40 ft;
Kd = 1.0;
Kzt = 1.0;
Kz = 1.04 (taken at Exposure C and 40 ft);
Velocity pressure q= 0.00256KzKztKdV

2 = 0.00256 × 1.04 ×
1.0 × 1.0 × 1352 = 48.7 psf; and
G= 0.9.
For the MWFRS: p= qh(GCp − (GCpi))
Table C26.14-5 shows calculations for MWFRS wind pres-

sures from the Extended Method.

Tornado wind pressure determination using the Single TF
Factor Method
Wind speed V = 135 mi∕h;
Mean roof height h= 40 ft;
Kd = 0.85;
Kzt = 1.0;
Kz = 0.76 (taken at Exposure B and 40 ft);
Velocity pressure q= 0.00256KzKztKdV

2 = 0.00256 × 0.76×
1.0 × 0.85 × 1352 = 30.2 psf; and G= 0.85.
For the MWFRS: p= qi(GCp − (GCpi))
where (GCpi) is for an enclosed condition and thus = ±0.18.
Table C26.14-6 shows MWFRS wind pressures using ASCE 7

parameters. Table C26.14-7 shows MWFRS wind pressures
comparison: extended versus single-factor methods.
Multiplying by the MWFRS TF factor for an original B

exposure = 2.5 (from Table C26.14-8).
Alternatively, the wind speeds can be scaled in accordance

with Eq. (C26.14-5), where V tornado is the tornado design wind
speed (135mph in this example) andVdesign is the ASCE 7mapped
wind speed for the location (110 mph in this example).
Wind pressures p are developed using the ASCE 7 design

wind speed and the ASCE 7 parameters:

(V tornado∕Vdesign)
2 = (135∕110)2 = 1.51

The results using this method are shown in Table C26.14-8.
Load Path. It is necessary to take the pressures through the

appropriate load paths so that connections between building
elements can be designed. The most important load paths
indicated by damage observations are the roof-to-wall connec-
tion, the wall-to-floor connection, the floor-to-foundation con-
nection, any connection across floors, and the connection be-
tween the exterior walls at the corners. In addition to the exterior

Table C26.14-5 Example Problem MWFRS Wind Pressures from Extended Method

q (psf) Cp ±(GCpi ) Pressures with −(GCpi ) Pressures with −(GCpi )

MWFRS: Walls
Windward 48.7 þ0.8 ±0.55 61.8 8.3
Leeward 48.7 L∕B= 0.5, –0.5 ±0.55 4.9 −48.7

L∕B= 2.0, –0.3 13.6 −39.9
Sidewalls 48.7 −0.7 ±0.55 −3.9 −57.5
MWFRS: Roof
Wind perpendicular to 30-ft side 48.7 h∕L= 0.67 ±0.55

0–h, −0.9 −12.7 −66.2
h − 2h, –0.5 4.9 −48.7

Wind perpendicular to 60-ft side 48.7 h∕L= 1.33 ±0.55
0–h∕2, −1.3 −30.2 −83.7
>h∕2, −0.7 −3.9 −57.5

Table C26.14-4 Increases in Design Loads to Address Tornado
Risks Using Recommended Tornado Factors

Original Enclosure Classification Loading
Original

Exposure B
Original

Exposure C or D

Partially enclosed buildings MWFRS 1.8 1.2
C&C 1.6 1.1

Enclosed buildingsa MWFRS 2.5 1.6
C&C 2.1 1.5

aThe tornado factors to be used to increase the design loads on elements of
enclosed buildings are based on the effects of high internal pressures. High
internal pressures have a much greater effect on elements that typically
receive less wind, so the net effect of these increase factors is typically much
higher than would result if the building were designed for the specific tornado
loads or if the tornado factors for partially enclosed buildings were used with
partially enclosed building designs.
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walls, additional shear walls in the interior of the building may
reduce the tendency for the building to rack and/or overturn.
Finally, adequate shear wall design requires proper anchorage at
the ends of the shear walls and sometimes at the ends of shear
wall segments. This anchorage is inherent in some types of

structural systems such as reinforced masonry that follows the
latest design requirements but must be explicitly added for other
types of structural systems such as wood frame.

If it is desired to avoid collapse of interior walls and/or ceilings in
the event that exterior glazing is breached, loads on these interior

Table C26.14-7 Example Problem MWFRS Wind Pressures Comparison: Extended versus Single-Factor Methods

Tornado
Factor

ASCE 7 Enclosed Condition Tornado Extended Method Ratio of the Largest
Pressures

Single-Factor/
Extended

Pressures
with −(GCpi )

Pressures
with +(GCpi )

Pressures
with −(GCpi )

Pressures
with +(GCpi )

MWFRS: Walls
Windward (at mean roof height) 2.5 25.9 × 2.5= 64.9 15.1 × 2.5= 37.7 61.8 8.3 1.05
Leeward (largest pressures) 2.5 –7.4 × 2.5= –18.5 –18.2 × 2.5= –45.6 4.9 –48.7 0.94
Sidewalls 2.5 –12.5 × 2.5= –31.3 –23.4 × 2.5= –58.4 –3.9 –57.5 1.02
MWFRS: Roof
Wind perpendicular to 30-ft side

(largest pressures)
2.5 –17.6 × 2.5= –44.1 –28.5 × 2.5= –71.3 –12.7 –66.2 1.08

Wind perpendicular to 60-ft side
(largest pressures)

2.5 –27.9 × 2.5= –69.8 −38.8 × 2.5= − 96.9 –30.2 –83.7 1.16

Table C26.14-6 Example Problem MWFRS Wind Pressures Using ASCE 7 Parameters

q (psf) Cp ±(GCpi ) Pressures with −(GCpi ) Pressures with þ(GCpi )

MWFRS: Walls
Windward (at mean roof height) 30.2 þ0.8 ±0.18 25.9 15.1
Leeward 30.2 L∕B= 0.5, –0.5 ±0.18 –7.4 –18.2

L∕B= 2.0, –0.3 –2.3 –13.1
Sidewalls 30.2 –0.7 ±0.18 –12.5 –23.4
MWFRS: Roof
Wind perpendicular to 30-ft side 30.2 h∕L= 0.67 ±0.18

0–h, –0.9 –17.6 –28.5
h − 2h, –0.5 –7.4 –18.2

Wind perpendicular to 60-ft side 30.2 h∕L= 1.33 ±0.18
0–h∕2, –1.3 –27.9 –38.7
>h∕2, –0.7 –12.5 –23.4

Table C26.14-8 Example Problem MWFRS Wind Pressures Comparison: Extended versus Single-Factor Methods with
Factored Wind Speeds

ASCE 7 Design
Wind Speed ASCE 7 Design Wind Speed × Correction × TF

Tornado Extended
Method

Ratio of the Largest
Pressures:Single-
Factor/Extended

Pressures
with

−(GCpi )

Pressures
with

+(GCpi ) Pressures with −(GCpi ) Pressures with +(GCpi )
Pressures
with −GCpi

Pressures
with +GCpi

MWFRS: Walls
Windward (at mean roof

height)
17.2 10.0 17.2 × 2.5 × 1.51= 65.0 10.0 × 2.5 × 1.51= 37.8 61.8 8.3 1.05

Leeward (largest
pressures)

–4.9 –12.1 –4.9 × 2.5 × 1.51= –18.5 −12.1 × 2.5 × 1.51= −45.7 4.9 – 48.7 0.94

Sidewalls –8.3 –15.5 –8.3 × 2.5 × 1.51= –31.4 –15.5 × 2.5 × 1.51= –58.6 –3.9 –57.5 1.02
MWFRS: Roof
Wind perpendicular to

30-ft side (largest
pressures)

–11.7 –18.9 –12.8 × 2.5 × 1.51= –44.2 –18.9 × 2.5 × 1.51= –71.4 –12.7 –66.2 1.08

Wind perpendicular to
60-ft side (largest
pressures)

–18.5 –25.7 –18.5 × 2.5 × 1.51= –69.9 –25.7 × 2.5 × 1.51= –97.1 –30.2 –83.7 1.16
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elements need to be calculated. Resistance to failure may require
additional or strengthened connections between the top of interior
walls and the roof or ceiling systems and connections between the
bottom of interior walls and the floor and foundation systems.
Reasonable design loads for use in designing these elements and
their connections would be 80% of the exterior wall design loads.
Exterior Glazing. Glazing damage is prevalent during torna-

does (Roueche and Prevatt 2013). To minimize breaching of
exterior glazing by EF0–EF2 rated debris, specify glazing as-
semblies that have been designed and tested in accordance with
ASTM E1886, using ASTM E1996 test missile D or preferably
E. To avoid breaching of exterior glazing by EF3–EF5 rated
debris, specify glazing assemblies that have been tested in
accordance with AAMA 512, using test missiles given in ICC
500) or FEMA P-361 (FEMA 2015).
Critical Facilities. For design guidance to minimize building

damage to critical facilities, see Tornado Recovery Advisory
No. 6, Critical Facilities Located in Tornado-Prone Regions:
Recommendations for Architects and Engineers (FEMA 2011) and
FEMA P-908 (FEMA 2012). This Tornado Recovery Advisory
includes detailed recommendations for three levels of enhancement
for the MWFRS and C&C to minimize building damage.

C26.14.5 Continuity of Building Operations. Designing a
building to ensure that it will remain operational if struck by an
EF4 or EF5 rated tornado is expensive. However, for those facilities
such as emergency operations centers and hospitals where it is
desired to avoid interrupted operations, see FEMA (2011) in FEMA
P-908 (FEMA 2012). This Tornado Recovery Advisory includes
detailed recommendations related to the MWFRS, the building
envelope, HVAC, water, sewer, and emergency power.

C26.14.6 Trussed Communications Towers. Damage
investigations have shown that wind-borne debris can cling to
trussed communications towers (FEMA 2012). Clinging debris
such as metal roof panels and chain-link fence with privacy slats
can increase Af , the projected surface area subject to wind
loading, thus increasing the net wind load on the structure, with
tower collapse as a possible result. To minimize the collapse
potential, towers can be designed for the additional wind load
caused by clinging debris.
When it is desired to design for clinging debris, consider the

potential debris sources in the vicinity of the tower. Based on
FEMA (2012) damage observations, as a minimum, design for
40 ft2 (3.7 m2) of projected surface area of clinging debris located
at midheight of the tower or 50 ft (15 m), whichever is lower.
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CHAPTER C27

WIND LOADS ON BUILDINGS: MAIN WIND FORCE RESISTING SYSTEM
(DIRECTIONAL PROCEDURE)

The Directional Procedure is the former “buildings of all heights”
provision in Method 2 of ASCE 7-05 for the main wind force
resisting system (MWFRS). A simplified method based on this
Directional Procedure is provided for buildings up to 160 ft
(49 m) in height. The Directional Procedure is considered the
traditional approach in that the pressure coefficients reflect the
actual loading on each surface of the building as a function of
wind direction, namely, winds perpendicular or parallel to the
ridge line.

C27.1 SCOPE

C27.1.5 Minimum Design Wind Loads. This section specifies
a minimum wind load to be applied horizontally on the entire
vertical projection of the building, as shown in Fig. C27.1-1.
This load case is to be applied as a separate load case in addition
to the normal load cases specified in other portions of this
chapter.

PART 1: ENCLOSED, PARTIALLY ENCLOSED, AND
OPEN BUILDINGS OF ALL HEIGHTS

C27.3 WIND LOADS: MAIN WIND FORCE RESISTING
SYSTEM

C27.3.1 Enclosed and Partially Enclosed Rigid and Flexible
Buildings. In Eqs. (27.3-1) and (27.3-2), a velocity pressure
term, qi, appears that is defined as the “velocity pressure for
internal pressure determination.” The positive internal pressure is
dictated by the positive exterior pressure on the windward face at
the point where there is an opening. The positive exterior
pressure at the opening is governed by the value of q at the
level of the opening, not qh. For positive internal pressure
evaluation, qi may conservatively be evaluated at height
hðqi = qhÞ. For low buildings, this evaluation does not make
much difference, but for the example of a 300-ft- (91.4-m)-tall
building in Exposure B with a highest opening at 60 ft (18.2 m),
the difference between q300 and q60 represents a 59% increase in
internal pressure. This difference is unrealistic and represents an
unnecessary degree of conservatism. Accordingly, qi = qz for
positive internal pressure evaluation in partially enclosed
buildings where height z is defined as the level of the highest
opening in the building that could affect the positive internal
pressure. For buildings sited in wind-borne debris regions, with
glazing that is not impact-resistant or protected with an impact-
protective system, qi should be treated on the assumption that
there is an opening.

Fig. 27.3-1. The pressure coefficients for MWFRSs are sepa-
rated into two categories:

1. Directional Procedure for buildings of all heights
(Fig. 27.3-1) as specified in Chapter 27 for buildings that
meet the requirements specified therein.

2. Envelope Procedure for low-rise buildings that have a
height less than or equal to 60 ft (18.3 m) (Fig. 28.3-1)
as specified in Chapter 28 for buildings that meet the
requirements specified therein.

In generating these coefficients, two distinctly different
approaches were used. For the pressure coefficients given in
Fig. 27.3-1, the more traditional approach was followed, and the
pressure coefficients reflect the actual loading on each surface of
the building as a function of wind direction, namely, winds
perpendicular or parallel to the ridge line.

Observations in wind tunnel tests show that areas of very low
negative pressure and even slightly positive pressure can occur in
all roof structures, particularly as the distance from the windward
edge increases and the wind streams reattach to the surface.
These pressures can occur even for relatively flat or low-slope
roof structures. Experience and judgment from wind tunnel
studies have been used to specify either zero or slightly negative
pressures (−0.18) depending on the negative pressure coefficient.
These values require the designer to consider a zero or slightly
positive net wind pressure in the load combinations of Chapter 2.

Fig. 27.3-2. Frame loads on dome roofs are adapted from the
Eurocode (1995). The loads are based on data obtained in a
modeled atmospheric boundary-layer flow that does not fully
comply with requirements for wind tunnel testing specified in
this standard (Blessman 1971). Loads for three domes (hD/D=
0.5, f /D= 0.5), (hD/D= 0, f /D= 0.5), and (hD/D= 0, f /D=
0.33) are roughly consistent with data of Taylor (1991), who
used an atmospheric boundary layer as required in this standard.
Two load cases are defined, one of which has a linear variation of
pressure from A to B as in the Eurocode (1995), and one in which
the pressure at A is held constant from 0° to 25°; these two cases
are based on comparison of the Eurocode provisions with Taylor
(1991). Case A (the Eurocode calculation) is necessary in many
cases to define maximum uplift. Case B is necessary to properly
define positive pressures for some cases, which cannot be
isolated with current information and which result in maximum
base shear. For domes larger than 200 ft (61 m) in diameter, the
designer should consider use of wind tunnel testing. Resonant
response is not considered in these provisions. Wind tunnel
testing should be used to consider resonant response. Local
bending moments in the dome shell may be larger than predicted
by this method because of the difference between instantaneous
local pressure distributions and those predicted by Fig. 27.3-2.
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If the dome is supported on vertical walls directly below, it
is appropriate to consider the walls as a “chimney” using
Fig. 29.4-1.
Fig. 27.3-3. The pressure and force coefficient values in these

tables were taken from ANSI A58.1-1972 (1972). Additional
information was added in ANSI A58.1-1982 (1982), which
included use of a 1.2 multiplier for component and cladding
(C&C) external pressure coefficients, other than for the perimeter
areas. That multiplier was changed from 1.2 to 0.87 in ASCE 7-
95 (1998), however, no substantiation was provided for the
change. The multiplier is changed back to 1.2 in ASCE 7-16.
The coefficients specified in these tables are based on wind tunnel
tests conducted under conditions of uniform flow and low
turbulence, and their validity in turbulent boundary-layer flows
has yet to be completely established. Additional pressure coeffi-
cients for conditions not specified herein may be found in SIA
(1956) and ASCE (1961).

C27.3.2 Open Buildings with Monoslope, Pitched, or
Troughed Free Roofs. Figs. 27.3-4 through 27.3-6 and 30.7-1
through 30.7-3 are presented for wind loads on MWFRSs and
C&C of open buildings with roofs as shown, respectively. This
work is based on the Australian standard AS1170.2-2002, Part 2:
Wind Actions, with modifications to the MWFRS pressure
coefficients based on recent studies (Altman 2001; Uematsu
and Stathopoulos 2003).
Two load cases, A and B, are given in Figs. 27.3-4 through

27.3-6. These pressure distributions provide loads that envelop
the results from detailed wind tunnel measurements of simulta-
neous normal forces and moments. Application of both load
cases is required to envelop the combinations of maximum
normal forces and moments that are appropriate for the particular
roof shape and blockage configuration.
The roof wind loading on open building roofs is highly

dependent upon whether goods or materials are stored under
the roof and restrict the wind flow. Restricting the flow can
introduce substantial upward-acting pressures on the bottom
surface of the roof, thus increasing the resultant uplift load on
the roof. Figs. 27.3-4 through 27.3-6 and 30.7-1 through 30.7-3
offer the designer two options. Option 1 (clear wind flow) implies
that little (less than 50%) or no portion of the cross section
below the roof is blocked. Option 2 (obstructed wind flow)
implies that a significant portion (more than 75% is typically
referenced in the literature) of the cross section is blocked by
goods or materials below the roof. Clearly, values would change
from one set of coefficients to the other following some sort of

smooth, but as yet unknown, relationship. In developing the
provisions included in this standard, the 50% blockage value was
selected for Option 1, with the expectation that it represents a
somewhat conservative transition. If the designer is not clear
about usage of the space below the roof or if the usage could
change to restrict free air flow, then design loads for both options
should be used.
See Section 28.3.5 for explanation of the horizontal wind

loads on open buildings with transverse frames and pitched roofs
that act in combination with the loads calculated in Section
27.3.3.

C27.3.5 Design Wind Load Cases. Wind tunnel research
(Isyumov 1983; Boggs et al. 2000; Isyumov and Case 2000;
Xie and Irwin 2000) has shown that torsional load is caused by
nonuniform pressure on the different faces of the building from
wind flow around the building, interference effects of nearby
buildings and terrain, and dynamic effects on more flexible
buildings. Load Cases 2 and 4 in Fig. 27.3-8 specifies the
torsional loading to 15% eccentricity under 75% of the
maximum wind shear for Load Case 2. Although this is
more in line with wind tunnel experience on square and
rectangular buildings with aspect ratios up to about 2.5, it
may not cover all cases, even for symmetric and common
building shapes where larger torsions have been observed.
For example, wind tunnel studies often show an eccentricity
of 5% or more under full (not reduced) base shear. The designer
may wish to apply this level of eccentricity at full wind loading
for certain more-critical buildings, even though it is not required
by the standard. The present more-moderate torsional load
requirements can, in part, be justified by the fact that the
design wind forces tend to be upper bound for most common
building shapes.
In buildings with some structural systems, more severe loading

can occur when the resultant wind load acts diagonally to the
building. To account for this effect and the fact that many
buildings exhibit maximum response in the across-wind direction
(the standard currently has no analytical procedure for this case),
a structural system should be capable of resisting 75% of the
design wind load applied simultaneously along each principal
axis, as required by Case 3 in Fig. 27.3-8.
For flexible buildings, dynamic effects can increase torsional

loading. Additional torsional loading can occur because of
eccentricity between the elastic shear center and the center of
mass at each level of the building. Eq. (27.3-4) accounts for this
effect.

FIGURE C27.1-1. Application of Minimum Wind Load
Note: 1.0 lb/ft2 = 0.0479 kN/m2
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It is important to note that significant torsion can occur on low-
rise buildings also (Isyumov and Case 2000), and therefore, the
wind loading requirements of Section 27.3.5 are now applicable
to buildings of all heights.

As discussed in Chapter 31, the wind tunnel procedure should
always be considered for buildings with unusual shapes, rectan-
gular buildings with larger aspect ratios, and dynamically sensi-
tive buildings. The effects of torsion can more accurately be
determined for these cases and for the more normal building
shapes using the wind tunnel procedure.

PART 2: ENCLOSED SIMPLE DIAPHRAGM BUILDINGS
WITH h ≤ 160 ft (h ≤ 48.8 m)

This section was added to ASCE 7-10 to cover the common
practical cases of enclosed simple diaphragm buildings up to
height h= 160 ft (h= 48.8 m). Two classes of buildings are
covered by this method. Class 1 buildings have h ≤ 60 ft
(h ≤ 18.3 m) with plan aspect ratios L/B between 0.2 and 5.0.
Cases A through F are described in Appendix D to allow the
designer to establish the lines of resistance of the MWFRS in
each direction so that the torsional load cases of Fig. 27.3-8 need
not be considered. Class 2 buildings have 60 ft < h ≤ 160 ft
(18.3 m < h ≤ 48.8 m) with plan aspect ratios of L/B between
0.5 and 2.0. Cases A through E of Appendix D are described to
allow the designer to establish the lines of resistance of the
MWFRS so that the torsional load cases of Fig. 27.3-8 need not
be considered.

For the type of buildings covered in this method, the internal
building pressure cancels out and need not be considered for the
design of the MWFRS. Design net wind pressures for roofs and
walls are tabulated directly in Tables 27.5-1 and 27.5-2 using the
Directional Procedure as described in Part 1. Guidelines for
determining the exterior pressures on windward, leeward, and
sidewalls are provided in footnotes to Table 27.5-1.

The requirements in Class 2 buildings for natural building
frequency (75/h) and structural damping (β= 1.5% critical) are
necessary to ensure that the gust-effect factor,Gf , which has been
calculated and built into the design procedure, is consistent with
the tabulated pressures. The frequency of 75/h represents a
reasonable lower bound to values found in practice. If calculated
frequencies are found to be lower, then consideration should be
given to stiffening the building. A structural damping value of
1.5%, applicable at the ultimate wind speeds as defined in the
new wind speed maps, is conservative for most common building
types and is consistent with a damping value of 1% for the
ultimate wind speeds divided by

p
1.6, as contained in the ASCE

7-05 wind speed map. Because Class 1 buildings are limited to
h ≤ 60 ft, (h ≤ 18.3 m) the building can be assumed to be rigid
as defined in the glossary, and the gust-effect factor can be
assumed to be 0.85. For this class of buildings, frequency and
damping need not be considered.

C27.5 WIND LOADS: MAIN WIND FORCE RESISTING
SYSTEM

C27.5.1 Wall and Roof Surfaces: Class 1 and 2
Buildings. Wall and roof net pressures are shown in Tables
27.5-1 and 27.5-2 and are calculated using the external pressure
coefficients in Fig. 27.3-1. Along-wind net wall pressures are
applied to the projected area of the building walls in the direction
of the wind, and exterior sidewall pressures are applied to the
projected area of the building walls normal to the direction of the
wind acting outward, simultaneously with the roof pressures
from Table 27.5-2. Distribution of the net wall pressures between

windward and leeward wall surfaces is defined in Note 4 of
Table 27.5-1. The magnitude of exterior sidewall pressure is
determined from Note 2 of Table 27.5-1. It is to be noted that all
tabulated pressures are defined without consideration of internal
pressures because internal pressures cancel out when considering
the net effect on the MWFRS of simple diaphragm buildings.
Where the net wind pressure on any individual wall surface is
required, internal pressure must be included as defined in Part 1
of Chapter 27.

The distribution of wall pressures between windward and
leeward wall surfaces is useful for the design of floor and roof
diaphragm elements such as drag strut collector beams, as well as
for MWFRS wall elements. The values defined in Note 4 of
Table 27.5-1 are obtained as follows: The external pressure
coefficient for all windward walls is Cp = 0.8 for all L/B values.
The leeward wall Cp value is (−0.5) for L/B values from 0.5 to
1.0 and is (−0.3) for L/B= 2.0. Noting that the leeward wall
pressure is constant for the full height of the building, the leeward
wall pressure can be calculated as a percentage of the ph value in
the table. The percentage is 0.5/ð0.8þ 0.5Þ × 100= 38% for
L/B= 0.5 to 1.0. The percentage is 0.3/ð0.8þ 0.3Þ × 100=
27% for L/B= 2.0. Interpolation between these two percentages
can be used for L/B ratios between 1.0 and 2.0. The windward
wall pressure is then calculated as the difference between the total
net pressure from the table using the ph and p0 values and the
constant leeward wall pressure.

Sidewall pressures can be calculated in a similar manner to the
windward and leeward wall pressures by taking a percentage of
the net wall pressures. The Cp value for sidewalls is (−0.7). Thus,
for L/B= 0.5 to 1.0, the percentage is 0.7/ð0.8þ 0.5Þ×
100= 54%. For L/B= 2.0, the percentage is 0.7/ð0.8þ 0.3Þ×
100= 64%. Note that the sidewall pressures are constant up the
full height of the building.

The pressures tabulated for this method are based on simpli-
fying conservative assumptions made to the different pressure
coefficient (GCp) cases tabulated in Fig. 27.3-1, which is the
basis for the traditional all heights building procedure (defined as
the Directional Procedure in ASCE 7-10) that has been a part of
the standard since 1972. The external pressure coefficients, Cp,
for roofs have been multiplied by 0.85, a reasonable gust-effect
factor for most common roof framing, and then combined with an
internal pressure coefficient for enclosed buildings (�0.18) to
obtain a net pressure coefficient to serve as the basis for pressure
calculation. The linear wall pressure diagram has been conceived
so that the applied pressures from the table produce the same
overturning moment as the more exact pressures from Part 1 of
Chapter 27. For determination of the wall pressures tabulated, the
actual gust-effect factor has been calculated from Eq. (26.11-10)
based on building height, wind speed, exposure, frequency, and
the assumed damping value.

C27.5.2 Parapets. The effect of parapet loading on theMWFRS
is specified in Section 27.3.5 of Part 1. The net pressure coefficient
for the windward parapet is þ1.5 and for the leeward parapet is
–1.0. The combined effect of both produces a net coefficient of
þ2.5 applied to the windward surface to account for the
cumulative effect on the MWFRS in a simple diaphragm
building. This pressure coefficient compares to a net pressure
coefficient of 1.3Gf for the tabulated horizontal wall pressure ph at
the top of the building. Assuming that a lower bound gust-effect
factor Gf = 0.85, the ratio of the parapet pressure to the wall
pressure is 2.5/ð0.85 × 1.3Þ= 2.25. Thus, a value of 2.25 is
assumed as a reasonable constant to apply to the tabulated wall
pressure ph to account for the additional parapet loading on the
MWFRS.
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C27.5.3 Roof Overhangs. The effect of vertical wind loading
on a windward roof overhang is specified in Section 27.3.4 of
Part 1. A positive pressure coefficient of þ0.8 is specified. This
compares to a net pressure coefficient tabulated for the windward
edge Zone 3 of −1.06 (derived from 0.85 × −1.3 × 0.8 − 0.18).
The 0.85 factor represents the gust-effect factor G, the 0.8
multiplier accounts for the effective wind area reduction to the
1.3 value of Cp specified in Fig. 27.3-1 of Part 1, and the −0.18 is
the internal pressure contribution. The ratio of coefficients is
0.8/1.06= 0.755. Thus, a multiplier of 0.75 on the tabulated
pressure for Zone 3 in Table 27.5-2 is specified.

REFERENCES

Altman, D. R. (2001). “Wind uplift forces on roof canopies.”Master’s thesis,
Dept. of Civil Engineering, Clemson Univ., Clemson, SC.

ASCE. (1961). “Wind forces on structures.” Trans. ASCE, 126(2), 1124–
1198.

ASCE. (1998). Minimum Design Loads for Buildings and Other Structures,
ASCE 7-95, New York.

American National Standards Institute (ANSI). (1972). Minimum Design
Loads for Buildings and Other Structures, ANSI A58.1-1972, Washington,
DC.

ANSI. (1982). Minimum Design Loads for Buildings and Other Structures,
ANSI A58.1-1982, Washington, DC.

Blessman, J. (1971). “Pressures on domes with several wind profiles.” Proc.,
3rd Int. Conf. on Wind Effects on Buildings and Structures, Japanese
Organizing Committee, Tokyo, 317–326.

Boggs, D. W., Hosoya, N., and Cochran, L. (2000). “Sources of torsional
wind loading on tall buildings: Lessons from the wind tunnel.” Proc.,
Structures Congress 2000: Advanced technology in structural engineering,
P. E. Mohamed Elgaaly, ed., ASCE, Reston, VA.

Eurocode. (1995). “Eurocode 1: Basis of design and actions on structures,
Part 2–4: Actions on structures–wind actions.” ENV 1991-2-4, European
Committee for Standardization, Brussels.

Isyumov, N. (1983). “Wind induced torque on square and rectangular
building shapes.” J. Wind Eng. Indust. Aerodyn. 13, 183–186.

Isyumov, N., and Case, P. C. (2000). “Wind-induced torsional loads and
responses of buildings.” Proc., Structures Congress 2000: Advanced
technology in structural engineering, P. E. Mohamad Elgaaly, ed., ASCE,
Reston, VA.

Standards Australia. (2002). Structural Design Actions, Part 2: Wind Actions,
AS/NZS 1170.2:2002. Sydney, New South Wales, Australia.

Swiss Society of Engineers and Architects (SIA). (1956). “Normen fur die
Belastungsannahmen, die Inbetriebnahme und die Uberwachung der
Bauten.” SIA Technische Normen No. 160, Zurich.

Taylor, T. J. (1991). “Wind pressures on a hemispherical dome.” J. Wind Eng.
Indust. Aerodyn., 40(2), 199–213.

Uematsu, Y., and Stathopoulos, T. (2003). “Wind loads on free-
standing canopy roofs: A review.” J. Wind Eng., Japan Assoc. Wind
Eng., 95.

Xie, J., and Irwin, P. A. “Key factors for torsional wind response of tall
buildings.” Proc., Structures Congress 2000: Advanced technology in
structural engineering, P. E. Mohamed Elgaaly, ed., ASCE, Reston, VA.,
Chap. 4, Sec. 22.

OTHER REFERENCES (NOT CITED)

Twisdale, L. A., Vickery, P. J., and Steckley, A. C. (1996). Analysis of
hurricane windborne debris impact risk for residential structures, State
Farm Mutual Automobile Insurance Companies, Bloomington, IL.

Vickery, B. J., and Bloxham, C. (1992). “Internal pressure dynamics with a
dominant opening.” J. Wind Eng. Indust. Aerodyn., 41–44, 193–204.

Yeatts, B. B., and Mehta, K. C. (1993). “Field study of internal
pressures.” Proc., 7th U.S. Nat. Conf. on Wind Eng., Gary Hart, ed.,
Vol. 2, 889–897.

770 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



CHAPTER C28

WIND LOADS ON BUILDINGS: MAIN WIND FORCE RESISTING SYSTEM
(ENVELOPE PROCEDURE)

The Envelope Procedure is the former “Low-Rise Buildings”
provision in Method 2 of ASCE 7-05 for Main Wind Force
Resisting System (MWFRS). The simplified method in this chapter
is derived from theMWFRS provisions ofMethod 2 and is intended
for simple diaphragm buildings up to 60 ft (18.3 m) in height.

PART 1: ENCLOSED AND PARTIALLY ENCLOSED
LOW-RISE BUILDINGS

C28.3 WIND LOADS: MAIN WIND FORCE RESISTING
SYSTEM

C28.3.1 Design Wind Pressure for Low-Rise Buildings. See
commentary to Section C26.10.1.

C28.3.2 Parapets. See commentary to Section C26.10.2.

Loads on Main Wind Force Resisting Systems: The pres-
sure coefficients for MWFRS are basically separated into two
categories:

1. Directional Procedure for buildings of all heights
(Fig. 27.3-1) as specified in Chapter 27 for buildings
meeting the requirements specified therein; and)]

2. Envelope Procedure for low-rise buildings (Fig. 28.3-1) as
specified in Chapter 28 for buildings meeting the require-
ments specified therein.)]

In generating these coefficients, two distinctly different
approaches were used. For the pressure coefficients given in
Fig. 27.3-1, the more traditional approach was followed and the
pressure coefficients reflect the actual loading on each surface of
the building as a function of wind direction, namely, winds
perpendicular or parallel to the ridge line.

For low-rise buildings, however, the values of (GCpf ) repre-
sent “pseudo” loading conditions that, when applied to the
building, envelop the desired structural actions (bending mo-
ment, shear, thrust) independent of wind direction. To capture all
appropriate structural actions, the building must be designed for
all wind directions by considering in turn each corner of the
building as the windward or reference corner shown in the eight
sketches of Fig. 28.3-1. At each corner, two load patterns are
applied, one for each wind direction range. The end zone creates
the required structural actions in the end frame or bracing. Note
also that for all roof slopes, all eight load cases must be
considered individually to determine the critical loading for a
given structural assemblage or component thereof.

To develop the appropriate pseudovalues of (GCpf ), investiga-
tors at the University of Western Ontario (Davenport et al. 1978)
used an approach that consisted essentially of permitting the

building model to rotate in the wind tunnel through a full 360°
while simultaneously monitoring the loading conditions on each of
the surfaces (Fig. C28.3-1). Both Exposures B and C were consid-
ered. Using influence coefficients for rigid frames, it was possible to
spatially average and time average the surface pressures to ascertain
the maximum induced external force components to be resisted.
More specifically, the following structural actions were evaluated:

1. Total uplift;)]
2. Total horizontal shear;)]
3. Bending moment at knees (two-hinged frame);)]
4. Bending moment at knees (three-hinged frame); and)]
5. Bending moment at ridge (two-hinged frame).)]

The next step involved developing sets of pseudopressure
coefficients to generate loading conditions that would envelop
the maximum induced force components to be resisted for all
possible wind directions and exposures. Note, for example, that
the wind azimuth producing the maximum bending moment at
the knee would not necessarily produce the maximum total uplift.
The maximum induced external force components determined
for each of the preceding five categories were used to develop the
coefficients. The end result was a set of coefficients that represent
fictitious loading conditions but that conservatively envelop the
maximum induced force components (bending moment, shear,
and thrust) to be resisted, independent of wind direction.

The original set of coefficients was generated for the framing
of conventional pre-engineered buildings, that is, single-story,
moment-resisting frames in one of the principal directions and
bracing in the other principal direction. The approach was later
extended to single-story, moment-resisting frames with interior
columns (Kavanagh et al. 1983).

Subsequent wind tunnel studies (Isyumov and Case 1995) have
shown that the (GCpf ) values of Fig. 28.3-1 are also applicable to
low-rise buildings with structural systems other than moment-
resisting frames. That work examined the instantaneous wind
pressures on a low-rise building with a 4:12 pitched gable roof
and the resulting wind-induced forces on itsMWFRS. Two different
MWFRSs were evaluated. One consisted of shear walls and roof
trusses at different spacings. The other had moment-resisting frames
in one direction, positioned at the same spacings as the roof trusses,
and diagonal wind bracing in the other direction. Wind tunnel tests
were conducted for both Exposures B and C. The findings of this
study showed that the (GCpf ) values of Fig. 28.3-1 provided
satisfactory estimates of the wind forces for both types of structural
systems. This work confirms the validity of Fig. 28.3-1, which
reflects the combined action of wind pressures on different external
surfaces of a building and thus takes advantage of spatial averaging.

In the original wind tunnel experiments, both B and C expo-
sure terrains were checked. In these early experiments, Exposure
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B did not include nearby buildings. In general, the force com-
ponents, bending moments, and so forth were found comparable
in both exposures, although (GCpf ) values associated with
Exposure B terrain would be higher than those for Exposure
C terrain because of reduced velocity pressure in Exposure B
terrain. The (GCpf ) values given in Figs. 28.3-1, 30.3-1, 30.3-
2A–C, 30.3-3, 30.3-4, 30.3-5A–B, and 30.3-6 are derived from
wind tunnel studies modeled with Exposure C terrain. However,
they may also be used in other exposures when the velocity
pressure representing the appropriate exposure is used.
In comprehensive wind tunnel studies conducted by Ho at the

University of Western Ontario (1992), it was determined that when
low buildings [h < 60 ft (h < 18.3 m)] are embedded in suburban
terrain (Exposure B, which included nearby buildings), the pres-
sures in most cases are lower than those currently used in existing
standards and codes, although the values show a very large scatter
because of high turbulence and many variables. The results seem to
indicate that some reduction in pressures for buildings located in
Exposure B is justified. The Task Committee on Wind Loads
believes that it is desirable to design buildings for the exposure
conditions consistent with the exposure designations defined in the
standard. In the case of low buildings, the effect of the increased
intensity of turbulence in rougher terrain (i.e., Exposure B versus C)
increases the local pressure coefficients. Beginning in ASCE 7-98,
the effect of the increased turbulence intensity on the loads is treated
with the truncated profile. Using this approach, the actual building
exposure is used and the profile truncation corrects for the under-
estimate in the loads that would be obtained otherwise.
Fig. 28.3-1 is most appropriate for low buildings with width

greater than twice their height and a mean roof height that does
not exceed 33 ft (10 m). The original database included low
buildings with widths no greater than 5 times their eave heights,

and eave height did not exceed 33 ft (10 m). In the absence of
more appropriate data, Fig. 28.3-1 may also be used for buildings
with mean roof height that does not exceed the least horizontal
dimension and is less than or equal to 60 ft (18.3 m). Beyond
these extended limits, Fig. 27.3-1 should be used.
All the research used to develop and refine the low-rise building

method for MWFRS loads was done on gable-roofed buildings. In
the absence of research on hip-roofed buildings, the committee has
developed a rational method of applying Fig. 28.3-1 to hip roofs
based on its collective experience, intuition, and judgment. This
suggested method is presented in Fig. C28.3-2.
Research (Isyumov 1983; Isyumov and Case 2000) indicated

that the low-rise method alone underestimates the amount of
torsion caused by wind loads. In ASCE 7-02, Note 5 was added
to Fig. 28.3-1 to account for this torsional effect and has been
carried forward through subsequent editions. The reduction in
loading on only 50% of the building results in a torsional load
case without an increase in the predicted base shear for the
building. This reduction in loading results in equivalent torsion
that agrees well with the wind tunnel measurements carried out
by Elsharawy et al. (2012, 2015) and Stathopoulos et al. (2013).
In general, the provision will have little or no effect on the
designs of MWFRS that have well-distributed resistance. How-
ever, it will affect the design of systems with centralized resis-
tance, such as a single core in the center of the building. An
illustration of the intent of the note on two of the eight load
patterns is shown in Fig. 28.3-1. All eight patterns should be
modified in this way as a separate set of load conditions in
addition to the eight basic patterns.
Internal pressure coefficients (GCpi) to be used for loads on

MWFRS are given in Table 26.13-1. The internal pressure
load can be critical in one-story, moment-resisting frames and in

FIGURE C28.3-1 Unsteady Wind Loads on Low Buildings for Given Wind Direction
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the top story of a building where the MWFRS consists of moment-
resisting frames. Loading cases with positive and negative internal
pressures should be considered. The internal pressure load cancels
out in the determination of total lateral load and base shear. The
designer can use judgment in the use of internal pressure loading for
the MWFRS of high-rise buildings.

The edge strip definition was modified following research
(Elsharawy et al. 2014) showing that the definition of dimension
“a” in ASCE 7-10 led to unduly large edge strips and end zones
for very large buildings.

C28.3.4 Minimum Design Wind Loads. This section specifies
a minimum wind load to be applied horizontally on the
entire vertical projection of the building, as shown in
Fig. C27.1-1. This load case is to be applied as a separate
load case in addition to the normal load cases specified in
other portions of this chapter.

C28.3.5 Horizontal Wind Loads on Open or Partially
Enclosed Buildings with Transverse Frames and Pitched
Roofs. In 2016, new provisions have been added for wind loads
on the longitudinal MWFRS of open or partially enclosed buildings
with pitched roofs as shown in Fig. 28.4-3. based on research at the
University of Western Ontario (UWO) (Kopp, Galsworthy, and Oh
2010). This study examined the shielding effect of these multiple
transverse frames for an open-sided building that was covered by a
roof. The shielding effect adopted in ASCE 7 was conservatively
simplified; therefore, the exponential form provided in Kopp,
Galsworthy, and Oh is a more accurate and acceptable alterna-
tive. Building models consisting of three, six, and nine frames were
evaluated. A building with two frames was not tested. Therefore, an
extrapolation using n= 2 is not necessarily conservative. However,
this method can be conservatively used for a building with two
frames by using n= 3. Examples of evaluating these additional wind
forces, are presented in Shoemaker, Kopp, and Galsworthy (2011).

The wind loads calculated using Section 28.4.5 are applicable
to buildings with open end walls. end walls with the gable filled
with cladding, and with additional end wall cladding; however,
the area used is always the total end wall area, Af . The effective
solid area of a frame, As, is the projected area of any portion of
the end wall that would be exposed to the wind.

The measured peak base shear coefficients were used as the basis
for the design drag loads in the direction parallel to the ridge

(i.e., wind directions in the range 0° to 45°). These loads include
both the effects of friction drag and pressure drag. However, to put
this in a format consistent with ASCE 7-10, it was reasonable to use
with the enclosed pseudo load coefficients (GCw) and then apply
factors to account for the parameters that affect the load coefficients
on open buildings (i.e., building size, solidity ratio, and number of
frames. This method yielded conservative results for all experimen-
tal wind tunnel data points. The force from Eq. 28.3-3, calibrated to
the measured base shear, does not reflect a direct load path from the
calculated end wall pressure but is to be used to calculate the
longitudinal bracing requirement. For the building configurations
evaluated, the UWO study showed that the force measured in the
bracing was equal to 70% of the total base shear. The remaining
base shear was transferred directly at the column bases.

The wind tunnel studies used to develop the provisions of
Section 28.3.5 did not evaluate the effect of obstructed flow due to
materials or objects sheltered by the building. Barring an unusual
arrangement of materials that could produce a venturi effect, it is
judged that obstructed flow would decrease the wind loads on the
longitudinal MWFRS. However, as noted in previous studies
(Altman 2001, Uematsu and Stathopolous 2003), the roof wind
loads are more sensitive to the effect of obstructed flow.

The wind load in the transverse direction (perpendicular to the
ridge) for this type of open building is a separate loading case and is
due to the horizontal pressure from the roof load calculated using
Section 27.3.2, with CN from Fig. 27.3-5, and additional pressures
acting on the projected areas of any surfaces exposed to the
transverse wind.

PART 2: ENCLOSED SIMPLE DIAPHRAGM
LOW-RISE BUILDINGS

This simplified approach of the Envelope Procedure is for the
relatively common low-rise (h ≤ 60 ft [h ≤ 18.3 m]), regular-
shaped, simple diaphragm building case (see definitions for “simple
diaphragm building” and “regular-shaped building”) where pres-
sures for the roof and walls can be selected directly from a table.
Fig. 28.5-1 provides the design pressures for MWFRS for the
specified conditions. Values are provided for enclosed buildings
only [ðGCpiÞ=�0.18].

Horizontal wall pressures are the net sum of the windward and
leeward pressures on vertical projection of the wall. Horizontal

FIGURE C28.3-2. Hip-Roofed Low-Rise Buildings
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roof pressures are the net sum of the windward and leeward
pressures on vertical projection of the roof. Vertical roof pres-
sures are the net sum of the external and internal pressures on the
horizontal projection of the roof.
Note that for the MWFRS in a diaphragm building, the internal

pressure cancels for loads on the walls and for the horizontal
component of loads on the roof. This is true because when wind
forces are transferred by horizontal diaphragms (e.g., floors and
roofs) to the vertical elements of the MWFRS (e.g., shear walls,
X-bracing, or moment frames), the collection of wind forces from
windward and leeward sides of the building occurs in the hori-
zontal diaphragms. Once transferred into the horizontal dia-
phragms by the vertically spanning wall systems, the wind forces
become a net horizontal wind force that is delivered to the lateral-
force-resisting elements of the MWFRS. There should be no
structural separations in the diaphragms. Additionally, there
should be no girts or other horizontal members that transmit
significant wind loads directly to vertical frame members of the
MWFRS in the direction under consideration. The equal and
opposite internal pressures on the walls cancel each other in the
horizontal diaphragm. This simplified approach of the Envelope
Procedure combines the windward and leeward pressures into a
net horizontal wind pressure, with the internal pressures canceled.
The user is cautioned to consider the precise application of

windward and leeward wall loads to members of the roof dia-
phragm where openings may exist and where particular members,
such as drag struts, are designed. The design of the roof members of
the MWFRS for vertical loads is influenced by internal pressures.
The maximum uplift, which is controlled by Load Case B, is
produced by a positive internal pressure. At a roof slope of
approximately 28° and above, the windward roof pressure becomes
positive, and a negative internal pressure used in Load Case 2 in the
table may produce a controlling case. From 25° to 45°, both positive
and negative internal pressure cases (Load Cases 1 and 2, respec-
tively) must be checked for the roof.
For the designer to use this method for the design of the

MWFRS, the building must conform to all of the requirements
listed in Section 26.8.2; otherwise, the Directional Procedure,
Part 1 of the Envelope Procedure, or the Wind Tunnel Proce-
dure must be used. This method is based on Part 1 of the
Envelope Procedure, as shown in Fig. 28.3-1, for a specific
group of buildings (simple diaphragm buildings). However, the
torsional loading from Fig. 28.3-1 is deemed to be too com-
plicated for a simplified method. The last requirement in
Section 28.5.2 prevents the use of this method for buildings
with lateral systems that are sensitive to torsional wind loading.
Note 5 of Fig. 28.3-1 identifies several building types that

are known to be insensitive to torsion andmay therefore be designed
using the provisions of Section 28.5. Additionally, buildings whose
lateral resistance in each principal direction is provided by two shear
walls, braced frames, or moment frames that are spaced apart a
distance not less than 75% of the width of the building measured
normal to the orthogonal wind direction, and other building types
and element arrangements described in Section 27.5.1 or 27.5.2 are
also insensitive to torsion. This property could be demonstrated by
designing the building using Part 1 of Chapter 28, Fig. 28.3-1, and
showing that the torsion load cases defined in Note 5 do not govern
the design of any of the lateral resisting elements. Alternatively, it
can be demonstrated within the context of Part 2 of Chapter 28 by
defining torsion load cases based on the loads in Fig. 28.5-1 and
reducing the pressures on one-half of the building by 75%, as
described in Fig. 28.3-1, Note 5. If none of the lateral elements are
governed by these torsion cases, then the building can be designed
using Part 2 of Chapter 28; otherwise, the building must be
designed using Part 1 of Chapter 27 or Part 1 of Chapter 28.

Values are tabulated for Exposure B at h= 30 ft (9.1 m), and
Kzt = 1.0. Multiplying factors are provided for other exposures
and heights. The following values have been used in preparation
of Fig. 28.5-1: h= 30 ft (9.1 m), Exposure B, Kz = 0.70,
Kd = 0.85, Kzt = 1.0, ðGCpiÞ=�0.18 (enclosed building).
Pressure coefficients are from Fig. 28.3-1.
Wall elements resisting two or more simultaneous wind-

induced structural actions (e.g., bending, uplift, or shear) should
be designed for the interaction of the wind loads as part of the
MWFRS. The horizontal loads in Fig. 28.5-1 are the sum of the
windward and leeward pressures and are therefore not applicable
as individual wall pressures for the interaction load cases. Design
wind pressures, ps for zones A and C, should be multiplied by
þ0.85 for use on windward walls and by −0.70 for use on
leeward walls (the plus sign signifies pressures acting toward the
wall surface). For sidewalls, ps for zone C multiplied by −0.65
should be used. These wall elements must also be checked for the
various separately acting (not simultaneous) components and
cladding (C&C) load cases.
Main wind force resisting roof members spanning at least from

the eave to the ridge or supporting members spanning at
least from the eave to the ridge are not required to be designed
for the higher end zone loads. The interior zone loads should be
applied because of the enveloped nature of the loads for roof
members.
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CHAPTER C29

WIND LOADS ON BUILDING APPURTENANCES AND OTHER STRUCTURES:
MAIN WIND FORCE RESISTING SYSTEM (DIRECTIONAL PROCEDURE)

C29.3 DESIGNWIND LOADS: SOLID FREESTANDING
WALLS AND SOLID SIGNS

C29.3.1 Solid Freestanding Walls and Solid Freestanding
Signs. See commentary, Section C26.10.1.

The Risk Category for rooftop equipment or appurtenances is
required to be not less than that for the building on which the
equipment is located, nor that for any other facility to which the
equipment provides a necessary service. For example, if a solar
array is located on the roof of a hospital, design wind load for the
solar array is based on the Risk Category for the hospital, even if
the solar array is not needed for functioning of the hospital. In
another example, if an antenna provides critical communication
service for a hospital and the antenna is located on top of a
parking structure separate from the hospital building, design
wind load for the antenna is based on the Risk Category for
the hospital, which is greater than the Risk Category for the
parking structure.

Fig. 29.3-1. The provisions in Fig. 29.3-1 are based on the
results of boundary-layer wind tunnel studies (Letchford 1985,
2001; Holmes 1986; Letchford and Holmes 1994; Ginger et al.
1998a, b; Letchford and Robertson 1999; Mehta et al. 2012).

A surface curve fit to Letchford’s (2001) and Holmes’s (1986)
area averaged mean net pressure coefficient data (equivalent to
mean force coefficients in this case) is given by the following
equation (Fox and Levitan 2005):

Cf = f1.563þ 0.008542 lnðxÞ − 0.06148yþ 0.009011½lnðxÞ�2
− 0.2603y2 − 0.08393y½lnðxÞ�g=0.85

where x=B=s and y= s=h.
The 0.85 term in the denominator modifies the wind tunnel-

derived force coefficients into a format where the gust-effect
factor as defined in Section 26.11 can be used.

Force coefficients for Cases A and B were generated from the
preceding equation, then rounded off to the nearest 0.05. That
equation is only valid within the range of B=s and s=h ratios
given in the figure for Cases A and B.

Of all the pertinent studies on single-faced signs, only
Letchford (2001) specifically addressed eccentricity (i.e., Case
B). Letchford reported that his data provided a reasonable match
to Cook’s (1990) recommendation for using an eccentricity of
0.25 times the average width of the sign. However, the data were
too limited in scope to justify changing the existing eccentricity
value of 0.2 times the average width of the sign, which is also
used in the 2011 Australian/New Zealand Standard (Standards
Australia 2011).

Mehta et al. (2012) tested a variety of aspect ratios (B=s) and
clearance ratios (s=h) for double-faced signs with all sides

enclosed to address current industry practice. The study included
both wind tunnel testing and a full-scale field test to calibrate the
wind tunnel models (Zuo et al. 2014; Smith et al. 2014). These
sign configurations exhibited an average reduction of 16% in
mean force coefficients with a range of 9% to 22% as compared
to single-faced sign force coefficients given by the equation
above. These tests also showed that the eccentricity of 0.2 times
the width of the structure is overly conservative. Eccentricities
reported in the study ranged from 0.039 to 0.105 times the
width of the structure, with an average of 0.061. Testing by
Giannoulis et al. (2012) supports the findings in Mehta et al.
(2012).

Case C was added to account for the higher pressures observed
in both wind tunnel studies (Letchford 1985, 2001; Holmes
1986; Letchford and Holmes 1994; Ginger et al. 1998a, b;
Letchford and Robertson 1999) and full-scale studies (Robertson
et al. 1997) near the windward edge of a freestanding wall or sign
for oblique wind directions. Linear regression equations were fit
to the local mean net pressure coefficient data (for wind direction
45°) from the referenced wind tunnel studies to generate force
coefficients for square regions starting at the windward edge.
Pressures near this edge increase significantly as the length of
the structure increases. No data were available on the spatial
distribution of pressures for structures with low aspect ratios
(B=s < 2).

The sample illustration for Case C at the top of Fig. 29.3-1 is
for a sign with an aspect ratio B=s= 4. For signs of differing B=s
ratios, the number of regions is equal to the number of force
coefficient entries located below each B=s column heading.

For oblique wind directions (Case C), increased force coeffi-
cients have been observed on above ground signs compared to
the same aspect ratio walls on ground (Letchford 1985, 2001;
Ginger et al. 1998a). The ratio of force coefficients between
aboveground and on-ground signs (i.e., s=h= 0.8 and 1.0,
respectively) is 1.25, which is the same ratio used in the
Australian/New Zealand Standard (Standards Australia 2002).
Note 5 of Fig. 29.3-1 provides for linear interpolation between
these two cases.

For walls and signs on the ground (s=h= 1), the mean vertical
center of pressure ranged from 0.5h to 0.6h (Holmes 1986;
Letchford 1989; Letchford and Holmes 1994; Robertson et al.
1995, 1996; Ginger et al. 1998a); 0.55h was the average value.
For aboveground walls and signs, the geometric center best
represents the expected vertical center of pressure.

The reduction in Cf caused by porosity (Note 2) follows a
recommendation (Letchford 2001). Both wind tunnel and full-
scale data have shown that return corners significantly reduce the
net pressures in the region near the windward edge of the wall or
sign (Letchford and Robertson 1999).
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C29.3.2 Solid Attached Signs. Signs attached to walls and
subject to the geometric limitations of Section 29.3.2 should
experience wind pressures approximately equal to the external
pressures on the wall to which they are attached. The dimension
requirements for signs supported by frameworks, where there is a
small gap between the sign and the wall, are based on the
collective judgment of the committee.

C29.4 DESIGN WIND LOADS: OTHER STRUCTURES

Guidance for determining G, Cf , and Af for structures found in
petrochemical and other industrial facilities that are not otherwise
addressed in ASCE 7 can be found in Wind Loads for Petro-
chemical and Other Industrial Facilities (ASCE Task Committee
on Wind-Induced Forces (2011)).
Figs. 29.4-1, 29.4-2, and 29.4-3. With the exception of

Fig. 29.4-3, the pressure and force coefficient values in these
tables are unchanged from ANSI A58.1-1972 (ANSI 1972). The
coefficients specified in these tables are based on wind tunnel
tests conducted under conditions of uniform flow and low
turbulence, and their validity in turbulent boundary-layer flows
has yet to be completely established. Additional pressure coeffi-
cients for conditions not specified herein may be found in two
references (SIA 1956; ASCE 1961).
With regard to Fig. 29.4-3, the force coefficients are a

refinement of the coefficients specified in ANSI A58.1-1982
(1982) and in ASCE 7-93 (1994). The force coefficients specified
are offered as a simplified procedure that may be used for trussed
towers and are consistent with force coefficients given in TIA
(1991) and force coefficients recommended by Working Group
No. 4 (IASS 1981).
It is not the intent of this standard to exclude the use of other

recognized literature for the design of special structures, such as
transmission and telecommunications towers. Recommenda-
tions for wind loads on tower guys are not provided as in
previous editions of the standard. Recognized literature should
be referenced for the design of these special structures as is noted
in Section 29.1.3. For the design of flagpoles, see NAAMM
(2007). For the design of structural supports for highway signs,
luminaires, and traffic signals, see AASHTO LTS-6 (AASHTO
2013).

C29.4.1 Rooftop Structures and Equipment for
Buildings. Wind loads on rooftop structures and equipment are
revised in ASCE 7-16 to use Eqs. (29.4-2) and (29.4-3) for
buildings of all heights. The change provides an improved
representation of the limited amount of research that is available
(Hosoya et al. 2001; Kopp and Traczuk 2007). The change also
eliminates inconsistencies between equipment on roofs below
versus slightly above the 60-ft (18-3 m) height. The research in
Hosoya et al. (2001) only treated one value of Af (0.04Bh). The
research in Kopp and Traczuk (2008) treated values of
Af = 0.02Bh and 0.03Bh, and values of Ar = 0.0067BL. Because
GCr is expected to approach 1.0 as Af or Ar approaches that of
the building (Bh or BL), a linear interpolation is included as a way
to avoid a step function in load if the designer wants to treat other
sizes. However, the loads provided by these provisions are best
suited for units that are much smaller than the building, Af <
0.05Bh and Ar < 0.01BL. The resulting loads are expected to be
overly conservative if applied to linelike structures that extend
more than 0.1B or 0.1L across the roof.
Both research studies showed high uplift forces on the rooftop

equipment. Hence, uplift loads are addressed in Section 29.4.1.
Mechanical equipment screens commonly are used to con-

ceal plumbing, electrical, or mechanical equipment from view

and are defined as rooftop structures not covered by a roof and
located away from the edge of the building roof such that they
are not considered parapets. Many configurations and types of
screens are available ranging from solid walls to porous panels,
which allow some air to flow through. Though the use of
equipment screens is prevalent, little research is available to
provide guidance for determining wind loads on screen walls
and equipment behind screens. Accordingly, rooftop screens,
equipment behind screens, and their supports and attachments
to buildings should be designed for the full wind load deter-
mined in accordance with Section 29.4.1. Where substantiating
data have been obtained using the Wind Tunnel Procedure
(Chapter 31), design professionals may consider wind load
reductions in the design of rooftop screens and equipment. For
example, studies by Zuo et al. (2011) and Erwin et al. (2011)
suggest that wind loads on some types of screen materials and
equipment behind screens may be overestimated by the equa-
tions defined in Section 29.4.
The design wind forces for ground-mounted tanks or similar

structures (smooth surface such as concrete or steel) with the
aspect ratios H=D (height to diameter) in the range of 0.25 to 4
inclusive shall be determined in accordance with Section 29.4.2.

C29.4.2 DesignWind Loads: Circular Bins, Silos, and Tanks
with h ≤ 120 ft (h ≤ 36.5 m), D ≤ 120 ft (D ≤ 36.5 m), and
0.25 ≤ H=D ≤ 4. Section 29.4 contains the provisions for de-
termining wind loads on silo and tank walls and roofs. The
provisions are largely based on Standards Australia (2011) and
the wind tunnel tests of low-rise cylindrical structures carried out
at high Reynolds numbers (Re > 1.0 × 105) by Sabransky and
Melbourne (1987) and Macdonald et al. (1988, 1990). Significant
increases in drag forces of grouped silos were found in the wind
tunnel tests, so the provisions of grouped tanks and silos are
specified in this section.

C29.4.2.1 External Walls of Isolated Circular Bins, Silos,
and Tanks. This section specifies the drag coefficient, Cf , for
the walls of circular bins, silos, and tanks. The drag coefficient is
adopted from Standards Australia (2011). Note that the drag
force of 0.63 obtained from an integration of the equations in
AS/NZS 1170.2 (Standards Australia 2002) is close to the value
of smooth surface type from Fig. 29.4-1.

C29.4.2.2 Roofs of Isolated Circular Bins, Silos, and
Tanks. This section specifies the external pressure coefficients
(Cp) for the roofs of circular bins, silos, and tanks. Two con-
ditions are covered as shown in Fig. 29.4-5: roofs that have the
roof angle α < 10°, and roofs that have 10° ≤ α < 30°. The
results of α < 10° roofs are based on comparisons of domed
roofs and flat roofs from Chapter 27 of ASCE 7-10 for maximum
uplift conditions. The results of 10° ≤ α < 30° roofs are consis-
tent with data of Sabransky and Melbourne (1987) and Macdo-
nald et al. (1988). According to the wind tunnel tests, only
suctions are observed for the roofs defined.

C29.4.2.3 Undersides of Isolated Elevated Circular Bins,
Silos, and Tanks. This section specifies the external pressure
coefficients, Cp, for the underneath sides of circular bins, silos,
and tanks. The external pressure coefficients, Cp, are adopted
from Standards Australia (2011).
For calculating gust-effect factor G, structural period T should

be based on the analysis of the whole structure: tank and support
structure.

C29.4.2.4 Roofs and Walls of Grouped Circular Bins, Silos,
and Tanks. For grouped silos, Cp and Cf values for roofs and
walls are largely based on Standards Australia (2011) and wind
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tunnel tests by Sabransky and Melbourne (1987) and Macdonald
et al. (1990). Test results of an in-line group of three silos with a
clear spacing of 0.25D between nearest adjacent walls (1.25D
center-to-center) by Sabransky and Melbourne (1987) indicated
that the drag coefficient for the central cylinder in the group
increased by approximately 65% relative to that of the isolated
cylinder. Pressure coefficients over the entire roof were signifi-
cantly larger in magnitude than the corresponding pressure
coefficients on the isolated model. It was concluded that a clear
spacing of 0.25D produced the maximum interference between
two finite cylinders.

C29.4.3 Rooftop Solar Panels for Buildings of All Heights
with Flat Roofs or Gable or Hip Roofs with Slopes Less
Than 7°. Section 29.4.3 addresses low-profile solar panels on
low-slope roofs. Requirements specific to this type of solar
array are provided because such systems (a) are in widespread
use and (b) have been subject to wind tunnel testing that pro-
vides guidance on appropriate design wind loads. Fig. 29.4-7
intentionally has a limited range of application, with the
maximum height above the roof surface (h2) for the solar panels
limited to 4 ft (1.2 m) and the panel chord length (Lp) limited to
6.7 ft (2.0 m). Wind tunnel data (e.g., Kopp 2013) show that
increasing the overall height above the roof or panel chord
length increases the wind loads. Likewise, the height of the gap
between the panels and the roof surface (h1) is limited to 2 ft
(0.61 m); otherwise, the wind flow under the panels can cause
uplift exceeding that covered in the figure. The requirements
are not applicable to open structures because the applicable
test data are from enclosed structures, which have different
aerodynamics than open structures. The roof zones shown in
Fig. 29.4-7 are larger than those for the roof loads, as explained
in Banks (2012) and Kopp (2013). Buildings with nonrectan-
gular plans, such as that sketched in Fig. C29.4-1, adapted from
SEAOC (2012), can be used for guidance in applying the
requirements. Reentrant corners do not create a Zone 3 because
cornering vortices only form at outward or protruded corners.
Similarly, outward corners at angles greater than 90° tend to
weaken the vortices; as this angle becomes more obtuse, the
building corner begins to flatten out and resemble more of an
edge condition.

The nominal net pressure coefficient ðGCrnÞnom curves are
derived from wind tunnel test data within the range of parameters
allowed by Fig. 29.4-7. These curves are created based on a
methodology consistent with that used for the ASCE 7 compo-
nents and cladding (C&C) loads. The net pressure coefficients
shown in the design curves of the figure are denoted ðGCrnÞnom

since these values need to be adjusted for array edge conditions,
parapet size, and solar panel length.

The wind tunnel data indicate that the ðGCrnÞnom values are not
linearly related to the panel tilt angle over the full tilt angle range.
The data indicate that there is a relatively small change in
ðGCrnÞnom values for the lower tilt panels in the 1° to 5° range.
Then there is a rapid increase in ðGCrnÞnom values from 5° to 15°.
There is again a relatively small change in ðGCrnÞnom values for
higher tilt panels in the 15° to 35° range because, for the higher
tilt angles, upstream panels create turbulence, which increases the
wind loads on all downstream panels (e.g., Kopp et al. 2012;
Kopp 2013). Thus, the figure was created with two ðGCrnÞnom
curves to address this phenomenon: a ðGCrnÞnom curve for low-
tilt panels in the 0° to 5° range and another for high-tilt panels in
the 15° to 35° range. For panel tilt angles in the 5° to 15° range,
linear interpolation is permitted.

ðGCrnÞnom values are for both positive and negative values.
Wind tunnel test data show similar positive and negative pres-
sures for solar panels (which are very different than typical roof
member design wind loads).

Parapets typically worsen the wind loads on solar panels,
particularly on wider buildings. The parapets lift the vortices
higher above the roof surface and push them closer together,
inward from the edges. It is not entirely clear why the vortex
effects are more severe in this situation, but tests show that this
can result in wind loads that are significantly greater than in the
absence of a parapet, particularly for unshrouded tilted panels.
The parapet height factor, γp, accounts for this effect.

Solar panels are typically installed in large arrays with closely
spaced rows, and the end rows and panels experience larger wind
pressures than interior panels, which are sheltered by adjacent
panels. To account for the higher loading at the end rows and
panels, an array edge increase factor is applied, taken from
SEAOC (2012). However, single rows of solar panels can be
determined using this section, taking into account that all solar
panels are defined as being exposed.

Rooftop equipment and structures, such as HVAC units,
screens, or penthouses, can provide some sheltering benefits
to solar arrays located directly downwind of the object; con-
versely, however, the regions around edges of such structures
can have accelerated wind flow under varied wind directions.
Accordingly, the edge increase factor ignores such structures
and is calculated based on the distance to the building edge or
adjacent array, neglecting any intervening rooftop structures.
This results in the panels adjacent to rooftop objects being
designed for higher wind loads to account for the accelerated
wind flow.

FIGURE C29.4-1 Sketch of Building with Irregular Plan Dimensions for Use with Wind Loads on Roof-Mounted Solar Panels

Note: h = height of building, in ft (m); WL = width of a building on its longest side, in ft (m); WS = width of a building on its shortest side, in ft (m)

Diagram
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The requirements can be used for arrays in any plan orientation
relative to building axes or edges; the dimensions d1 and d2 are
measured parallel to the principal axes of the array being
considered. The requirement in Fig. 29.4-7 for array panels to
be set back from the roof edge is meant to ensure that the panels
are out of the high-speed wind in the separated shear layers at
the edge. If the array is made up of a single row of solar panels, or
a single panel, then d2 is undefined and γE = 1.5.
Wind tunnel studies have shown that the wind loads on rooftop

solar panels need not be applied simultaneously to the roof C&C
wind loads for portions of the roof that are covered by the panel.
Where a portion of the span of a roof member is covered by a
solar array and the remainder is not covered, then the roof
member should be designed with the solar array wind load on
the covered portion with simultaneous application of roof C&C
load on the uncovered portion. In a separate load case, the
member should also be checked for C&C wind loads assuming
that the photovoltaic panels are not present. For installations of
new panels on existing buildings, this separate load case to check
the capacity of the existing roof structure to resist the roof C&C
wind loads applied over the entire roof area (i.e., assuming that
the solar panels are not present) is not required.
The wind loads here were obtained for solar arrays without

aerodynamic treatments such as shrouds or deflectors. Uplifting
wind load for arrays with shrouding may be lower, but because of
the range of possible results and sensitivity to design details, such
arrays would need to be wind tunnel tested in order to use
reduced loads from those specified here. It should also be noted
that horizontal (drag) loads could increase with the use of shrouds
or deflectors.
Procedure for Using Fig. 29.4-7. To simplify the use of the

figure, the following is a step-by-step procedure.

Step 1: Confirm applicability of the figure to the solar instal-
lation and building.

Step 2: For panels with ω ≤ 2° and h2 ≤ 10 in: (254 mm), the
procedure using d2 Section 29.4.4 per Note 4 may be
used.

Step 3: Confirm that layout provides minimum distance from
roof edge per Note 5.

Step 4: Determine roof zones.
Step 5: Determine effective wind area and normalized wind

area for each element being evaluated.
Step 6: Compute ðGCrnÞnom from applicable chart, using linear

interpolation for values of ω between 5° and 15°.
Step 7: Apply chord length adjustment factor, γc.
Step 8: Apply the Edge Factor d2, γE, if necessary.
Step 9: Apply parapet height factor, γp.
Step 10: Calculate ðGCrnÞ.
Step 11: Calculate pressure, p, using Eq. (29.4-5).

C29.4.4 Rooftop Solar Panels Parallel to the Roof Surface on
Buildings of All Heights and Roof Slopes. Wind loads of roof-
mounted, planar solar panels that are close to and parallel to the
roof surface tend to be lower than the loads on a bare roof
because of pressure equalization (Kopp et al. 2012; Kopp 2013),
except on the perimeter of the array. The solar array pressure
equalization factor, γa, accounts for this reduction, based, in
particular, on data from Stenabaugh et al. (2015). For pressure
equalization to occur, the panels cannot be too large, there needs
to be a minimum gap between the panels, and the height above
the roof surface cannot be too large. The current requirements are
based on panel sizes up to 6.7 ft (2.0 m) long for heights above
the roof surface that are less than 10 in. (254 mm) and a minimum
gap around the panels of 0.25 in. (6.35 mm). Larger gaps and

lower heights above the roof surface could further decrease the
wind loads, but wind tunnel testing would be required to take
advantage of this difference. For metal roof panels, the 10-in.
(254-mm) maximum distance above the roof surface is measured
from the flat portion of the panels, rather than from the top of the
panel ribs.
Panels around the edge of the array may experience higher

wind loads. The definition of these exposed panels is the same as
for tilted panels in Section 29.4.3.

C29.5 PARAPETS

Before the 2002 edition of ASCE 7, no provisions for the design
of parapets were included because of the lack of direct research.
In the 2002 edition of ASCE 7, a rational method was added
based on the committee’s collective experience, intuition, and
judgment. In the 2005 edition, the parapet provisions were
updated as a result of research performed at the University of
Western Ontario (Mans et al. 2000, 2001) and at Concordia
University (Stathopoulos et al. 2002a, b).
Wind pressures on a parapet are a combination of wall and

roof pressures, depending on the location of the parapet and
the direction of the wind (Fig. C29.5-1). A windward parapet
experiences the positive wall pressure on its front surface
(exterior side of the building) and the negative roof edge zone
pressure on its back surface (roof side). This behavior is based on
the concept that the zone of suction caused by the wind stream
separation at the roof eave moves up to the top of the parapet
when one is present. Thus, the same suction that acts on the roof
edge also acts on the back of the parapet.
The leeward parapet experiences a positive wall pressure on its

back surface (roof side) and a negative wall pressure on its front
surface (exterior side of the building). There should be no
reduction in the positive wall pressure to the leeward parapet
caused by shielding by the windward parapet because, typically,
they are too far apart to experience this effect. Because all
parapets would be designed for all wind directions, each parapet
would in turn be the windward and leeward parapet and,
therefore, must be designed for both sets of pressures.
For the design of the main wind force resisting system

(MWFRS), the pressures used describe the contribution of the
parapet to the overall wind loads on that system. For simplicity,
the front and back pressures on the parapet have been combined
into one coefficient for MWFRS design. The designer should not
typically need the separate front and back pressures for MWFRS
design. The internal pressures inside the parapet cancel out in the
determination of the combined coefficient. The summation of
these external and internal, front and back pressure coefficients is
a new term (GCpn), the combined net pressure coefficient for a
parapet.
For the design of the components and cladding (C&C), a

similar approach was used. However, it is not possible to simplify
the coefficients because of the increased complexity of the C&C
pressure coefficients. In addition, the front and back pressures are
not combined because the designer may be designing separate
elements on each face of the parapet. The internal pressure is
required to determine the net pressures on the windward and
leeward surfaces of the parapet. The provisions guide the
designer to the correct (GCp) and velocity pressure to use for
each surface, as illustrated in Fig. C29.5-1.
Interior walls that protrude through the roof, such as party

walls and fire walls, should be designed as windward parapets for
both MWFRS and C&C.
The internal pressure that may be present inside a parapet is

highly dependent on the porosity of the parapet envelope.
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In other words, it depends on the likelihood of the wall surface
materials to leak air pressure into the internal cavities of the
parapet. For solid parapets, such as concrete or masonry, the
internal pressure is zero because there is no internal cavity.
Certain wall materials may be impervious to air leakage, and
as such have little or no internal pressure or suction, so using the
value of (GCpi) for an enclosed building may be appropriate.
However, certain materials and systems used to construct para-
pets containing cavities are more porous, thus justifying the use
of the (GCpi) values for partially enclosed buildings or higher.
Another factor in the internal pressure determination is whether
the parapet cavity connects to the internal space of the building,
allowing the building’s internal pressure to propagate into the
parapet. Selection of the appropriate internal pressure coefficient
is left to the judgment of the design professional.

C29.7 MINIMUM DESIGN WIND LOADING

This section specifies a minimum wind load to be applied
horizontally on the entire vertical projection of the other
structures, as shown in Fig. C27.1-1. This load case is to be
applied as a separate load case in addition to the normal load
cases specified in other portions of this chapter.
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CHAPTER C30

WIND LOADS: COMPONENTS AND CLADDING

In developing the set of pressure coefficients applicable for
the design of components and cladding (C&C) as given in
Figs. 30.3-1, 30.3-2A–C, 30.3-3, 30.3-4, 30.3-5A–B, and 30.3-6,
an envelope approach was followed but using different methods
than for the main wind-force resisting system (MWFRS) of
Fig. 28.3-1. Because of the small effective area that may be
involved in the design of a particular component (consider, for
example, the effective area associated with the design of a
fastener), the pointwise pressure fluctuations may be highly
correlated over the effective area of interest.

Consider the local purlin loads shown in Fig. C28.3-1. The
approach involved spatial averaging and time averaging of the
point pressures over the effective area transmitting loads to
the purlin while the building model was permitted to rotate in
the wind tunnel through 360°. As the induced localized pressures
may also vary widely as a function of the specific location on the
building, height above ground level, exposure, and, more impor-
tantly, local geometric discontinuities and location of the element
relative to the boundaries in the building surfaces (e.g., walls,
roof lines), these factors were also enveloped in the wind tunnel
tests. Thus, for the pressure coefficients given in Figs. 30.3-1,
30.3-2A–C, 30.3-3, 30.3-4, 30.3-5A–B, and 30.3-6, the direc-
tionality of the wind and influence of exposure have been
removed and the surfaces of the building have been “zoned” to
reflect an envelope of the peak pressures possible for a given
design application.

For ASCE 7-16, the roof zones and pressure coefficients for
Fig. 30.3-2A were modified based on the analysis by Kopp and
Morrison (2014), which made use of the extensive wind tunnel
database developed by Ho et al. (2005). St. Pierre et al. (2005)
provided an evaluation of this database compared to earlier data
by Davenport et al. (1977, 1978) and ASCE 7 (2002), while Ho
et al. (2005) compared the data to full-scale field data from Texas
Tech University (Mehta and Levitan 1998). All source data used
in the study are publicly accessible through the National Institute
of Standards and Technology’s website (see, e.g., Main and Fritz
2006). Compared to previous versions of ASCE 7, the pressure
coefficients have been increased and are now more consistent
with coefficients for buildings higher than 60 ft (18.3 m). Roof
zone sizes are also modified from those of earlier versions in
order to minimize the increase of pressure coefficients in Zones 1
and 2. The data indicate that for these low-rise buildings, the size
of the roof zones depends primarily on the building height, h. A
Zone 1 now occurs for large buildings, which accounts for the
lower wind loads in the middle of the roof. Zone 3 (roof corner) is
an “L” shape, consistent with the shape of Zone 3 for buildings
higher than 60 ft (18.3 m) and consistent with the wind loading
data. Four potential zone configurations based on the ratios of the
smallest and largest building plan dimensions are illustrated in
Fig. C30-1. In addition, when the greatest horizontal dimension

is less than 0.4h (the building does not correspond to a typical
low-rise building shape), there is a single roof zone (Zone 3).
Detailed explanations can be found in Kopp and Morrison (2014).

As indicated in the discussion for Fig. 28.3-1, the wind tunnel
experiments checked both Exposure B and C terrains. Basically,
(GCp) values associated with Exposure B terrain would be higher
than those for Exposure C terrain because of reduced velocity
pressure in Exposure B terrain. The (GCp) values given in
Figs. 30.3-1, 30.3-2A–C, 30.3-3, 30.3-4, 30.3-5A–B, and 30.3-6
are associated with Exposure C terrain as obtained in the wind
tunnel. However, they may also be used for any exposure when
the correct velocity pressure representing the appropriate expo-
sure is used. The (GCp) values given in Figs. 30.3-2A–C are
associated with wind tunnel tests performed in both Exposures B
and C.

For Fig. 30.3-2A, the coefficients apply equally to Exposure B
and C, based on wind tunnel data that show insignificant
differences in (GCp) for Exposures B and C. Consequently, the
truncation for Kz in Table 30.3-1 of ASCE 7-10 is not required
for buildings below 30 ft (9.1 m), and the lower Kz values may be
used.

The pressure coefficients given in Fig. 30.5-1 for buildings
with mean height greater than 60 ft (18.3 m) were developed
following a similar approach, but the influence of exposure was
not enveloped (Stathopoulos and Dumitrescu-Brulotte 1989).
Therefore, exposure categories B, C, or D may be used with
the values of (GCp) in Fig. 30.5-1 as appropriate.

C30.1 SCOPE

C30.1.1 Building Types. Guidance for determining Cf and Af
for C&C of structures found in petrochemical and other industrial
facilities that are not otherwise addressed in ASCE 7 can be
found in Wind Loads for Petrochemical and Other Industrial
Facilities (ASCE 2011). The 2011 edition references ASCE 7-05,
and the user needs to make appropriate adjustments where
compliance with the ASCE 7-10 standard is required.

C30.1.5 Air-Permeable Cladding. Air-permeable roof or wall
claddings allow partial air pressure equalization between their
exterior and interior surfaces. Examples include siding, pressure-
equalized rain screen walls, shingles, tiles (including modular
vegetative roof assemblies), concrete roof pavers, and aggregate
roof surfacing.

The peak pressure acting across an air-permeable cladding
material is dependent on the characteristics of other components
or layers of a building envelope assembly. At any given instant,
the total net pressure across a building envelope assembly is
equal to the sum of the partial pressures across the individual
layers, as shown in Fig. C30.1-1. However, the proportion of the
total net pressure borne by each layer varies from instant to

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 781

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



instant because of fluctuations in the external and internal
pressures and depends on the porosity and stiffness of each
layer, as well as the volumes of the air spaces between the layers.
As a result, although there is load sharing among the various
layers, the sum of the peak pressures across the individual layers
typically exceeds the peak pressure across the entire system. In
the absence of detailed information on the division of loads, a
simple, conservative approach is to assign the entire differential
pressure to each layer designed to carry load.
To maximize pressure equalization (reduction) across any

cladding system (irrespective of the permeability of the cladding
itself), the layer or layers behind the cladding should be

• Relatively stiff in comparison to the cladding material; and
• Relatively air-impermeable in comparison to the cladding
material.

Furthermore, the air space between the cladding and the next
adjacent building envelope surface behind the cladding (e.g., the
exterior sheathing) should be as small as practicable and com-
partmentalized to avoid communication or venting between
different pressure zones of a building’s surfaces.

The design wind pressures derived from Chapter 30 represent
the pressure differential between the exterior and interior surfaces
of the exterior envelope (wall or roof system). Because of partial
air-pressure equalization provided by air-permeable claddings,
the C&C pressures derived from Chapter 30 can overestimate the
load on air-permeable cladding elements. The designer may elect
either to use the loads derived from Chapter 30 or to use loads
derived by an approved alternative method. If the designer
desires to determine the pressure differential across a specific
cladding element in combination with other elements comprising
a specific building envelope assembly, appropriate pressure
measurements should be made on the applicable building enve-
lope assembly, or reference should be made to recognized
literature (Cheung and Melbourne 1986; Haig 1990; Baskaran
1992; SBCCI 1994; Peterka et al. 1997; ASTM 2006, 2007; Kala
et al. 2008; Baskaran et al. 2012; Kopp and Gavanski 2012; and
Cope et al. 2012) for documentation pertaining to wind loads.
Such alternative methods may vary according to a given cladding
product or class of cladding products or assemblies because each
has unique features that affect pressure equalization. It is impor-
tant to consider the methodology used to determine wind

FIGURE C30-1 Four Possible Scenarios for Roof Zones, Which Depend on the Ratios of the Least and Largest Horizontal Plan Dimensions
to the Mean Roof Height h

FIGURE C30.1-1 Distribution of Net Components and Cladding Pressure Acting on a Building Surface (Building Envelope) Composed of
Three Components (Layers)
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pressure distribution through a multilayered assembly including
an air-permeable cladding layer. Recent full-scale wind tunnel
tests have shown that an accurate distribution of the wind
pressure in a multilayered exterior wall assembly must account
for the spatial and temporal (dynamic) fluctuations in wind
pressure representative of actual wind flow conditions (Cope
et al. 2012). Other factors to consider include the influence of air-
flow pathways through the assembly (e.g., openings or penetra-
tions through any given layer) and appropriate methods of
enveloping peak pressure coefficients for each layer of a multi-
layered assembly (e.g., Cope et al. 2012) to ensure system
reliability and consistency with the characterization of peak
pressure coefficients in this standard.

Modular Vegetative Roof Assemblies consist of vegetation
and other components integrated as a tray. These trays have
vertical air gaps (a minimum of 0.25 in. (6.25 mm)) between the
module and roofing system and horizontal air gaps between
them. These air gaps allow partial air pressure equalization.

C30.3 BUILDING TYPES

C30.3.1 Conditions. For velocity pressure, see commentary,
Section C26.10.1.

C30.3.2 Design Wind Pressures. For velocity pressure, see
commentary, Section C26.10.1.

Figs. 30.3-1 and 30.3-2A–C. The pressure coefficient values
provided in these figures are to be used for buildings with a mean
roof height of 60 ft (18.3 m) or less. The values were obtained from
wind tunnel tests conducted at the University of Western Ontario
(Davenport et al. 1977, 1978; Ho et al. 2005; St. Pierre et al. 2005;
Kopp and Morrison 2014; Vickery et al. 2011; Gavanski et al.
2013). The negative roof (GCp) values given in these figures are
significantly greater (in magnitude) than those given in previous
versions (2010 and earlier) but are consistent with those given in Ho
et al. (2005). The (GCp) values given in the figures are given in
equation form in Tables C30.3-1 to C30.3-10. Note that the (GCp)
values given in Fig. 30.3-2A–C are a function of the roof slope.
Some of the characteristics of the values in the figure are as follows:

1. The values are combined values of (GCp). The gust-effect
factors from these values should not be separated;

2. The velocity pressure, qh, evaluated at mean roof height
should be used with all values of (GCp);

3. The values provided in the figure represent the upper
bounds of the most severe values for any wind direction.
The reduced probability that the design wind speed may
not occur in the particular direction for which the worst
pressure coefficient is recorded has not been included in the
values shown in the figure; and

4. The wind tunnel values, as measured, were based on the
mean hourly wind speed. The values provided in the figures

are the measured values divided by the 3-second dynamic
gust pressure at mean roof height to adjust for the reduced
pressure coefficient values associated with a 3-s gust
speed.

Table C30.3-1. Walls for Buildings with h≤60 ft (h≤18.3 m)
(Figure 30.3-1)

Positive:
Zones 4 and 5

ðGCpÞ= 1.0 for A= 10 ft2

ðGCpÞ= 1.1766 − 0.1766 logA for 10 < A ≤ 500 ft2

ðGCpÞ= 0.7 for A > 500 ft2

Negative:
Zone 4

ðGCpÞ= −1.1 for A= 10 ft2

ðGCpÞ= −1.2766þ 0.1766 logA for 10 < A ≤ 500 ft2

ðGCpÞ= −0.8 for A > 500 ft2

Negative:
Zone 5

ðGCpÞ= −1.4 for A= 10 ft2

ðGCpÞ= −1.7532þ 0.3532 logA for 10 < A ≤ 500 ft2

ðGCpÞ= −0.8 for A > 500 ft2

Table C30.3-2. Gable Roof, θ≤7° (Figure 30.3-2A)

Positive with and without overhang
All Zones ðGCpÞ= 0.3 for A ≤ 10 ft2

ðGCpÞ= 0.4000 −0.1000 logA for 10 ≤ A ≤ 100 ft2

ðGCpÞ= 0.2 for A ≥ 100 ft2

Negative without overhang
Zone 1′ ðGCpÞ= −0.9 for A ≤ 100 ft2

ðGCpÞ= −1.9000þ 0.5000 logA for 100 ≤ A ≤ 1,000 ft2

ðGCpÞ= −0.4 for A ≥ 1,000 ft2

Zone 1 ðGCpÞ= −1.7 for A ≤ 10 ft2

ðGCpÞ= −2.1120þ 0.4120 logA for 10 ≤ A ≤ 500 ft2

ðGCpÞ= −1.0 for A ≥ 500 ft2

Zone 2 ðGCpÞ= −2.3 for A ≤ 10 ft2

ðGCpÞ= −2.8297þ 0.5297 logA for 10 ≤ A ≤ 500 ft2

ðGCpÞ= −1.4 for A ≥ 500 ft2

Zone 3 ðGCpÞ= −3.2 for A ≤ 10 ft2

ðGCpÞ= −4.2595þ 1.0595 logA for 10 ≤ A ≤ 500 ft2

ðGCpÞ= −1.4 for A ≥ 500 ft2

Negative with overhang
Zone 1
and 1′

ðGCpÞ= −1.7 for A ≤ 10 ft2

ðGCpÞ= −1.8000þ 0.1000 logA for 10 ≤ A ≤ 100 ft2

ðGCpÞ= −3.3168þ 0.8584 logA for 100 ≤ A ≤ 500 ft2

ðGCpÞ= −1.0 for A ≥ 500 ft2

Zones 2 ðGCpÞ= −2.3 for A ≤ 10 ft2

ðGCpÞ= −3.0063þ 0.7063 logA for 10 ≤ A ≤ 500 ft2

ðGCpÞ= −1.1 for A ≥ 500 ft2

Zone 3 ðGCpÞ= −3.2 for A ≤ 10 ft2

ðGCpÞ= −4.4360þ 1.2360 logA for 10 ≤ A ≤ 500 ft2

ðGCpÞ= −1.1 for A ≥ 500 ft2

Table C30.3-3. Gable Roof, 7° < θ≤20° (Figure 30.3-2B)

Positive with and without overhang
All Zones ðGCpÞ= 0.7 for A ≤ 2 ft2

ðGCpÞ= 0.7709 −0.2354 logA for 2 ≤ A ≤ 100 ft2

ðGCpÞ= 0.3 for A ≥ 100 ft2

Negative without overhang
Zones 1
and 2e

ðGCpÞ= −2.0 for A ≤ 20 ft2

ðGCpÞ= −4.7920þ 2.1460 logA for 20 ≤ A ≤ 100 ft2

ðGCpÞ= −0.5 for A ≥ 100 ft2

Zones 2n,
2r, and 3e

ðGCpÞ= −3.0 for A ≤ 10 ft2

ðGCpÞ= −4.4307þ 1.4307 logA for 10 ≤ A ≤ 250 ft2

ðGCpÞ= −1.0 for A ≥ 250 ft2

Zone 3r ðGCpÞ= −3.6 for A ≤ 10 ft2

ðGCpÞ= −5.4000þ 1.800 logA for 10 ≤ A ≤ 100 ft2

ðGCpÞ= −1.8000 for A ≥ 100 ft2

Negative with overhang
Zones 1
and 2e

ðGCpÞ= −2.5 for A ≤ 20 ft2

ðGCpÞ= −4.3614þ 1.4307 logA for 20 ≤ A ≤ 100 ft2

ðGCpÞ= −1.5 for A ≥ 100 ft2

Zones 2n
and 2r

ðGCpÞ= −3.5 for A ≤ 10 ft2

ðGCpÞ= −4.5730þ 1.0730 logA for 10 ≤ A ≤ 250 ft2

ðGCpÞ= −2.0 for A ≥ 250 ft2

Zone 3e ðGCpÞ= −4.1 for A ≤ 10 ft2

ðGCpÞ= −5.9599þ 1.8599 logA for 10 ≤ A ≤ 250 ft2

ðGCpÞ= −1.5 for A ≥ 250 ft2

Zone 3r ðGCpÞ= −4.7 for A ≤ 10 ft2

ðGCpÞ= −7.1000þ 2.4000 logA for 10 ≤ A ≤ 100 ft2

ðGCpÞ= −2.3 for A ≥ 100 ft2
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Each C&C element should be designed for the maximum
positive and negative pressures (including applicable internal
pressures) acting on it. The pressure coefficient values should be
determined for each C&C element on the basis of its location on
the building and the effective area for the element. Research
(Stathopoulos and Zhu 1988, 1990) indicated that the pressure

coefficients provided generally apply to facades with architec-
tural features, such as balconies, ribs, and various facade textures.
Overhang pressures were determined by adding the effective

uplift (GCp)s implied in ASCE 7-10. These effective uplift

Table C30.3-4. Gable Roofs, 20° < θ≤27° (Figure 30.3-2C)

Positive with and without overhang
All Zones ðGCpÞ= 0.7 for A ≤ 2 ft2

ðGCpÞ= 0.7709 − 0.2354 logA for 2 ≤ A ≤ 100 ft2

ðGCpÞ= 0.3 for A ≥ 100 ft2

Negative without overhang
Zones 1
and 2e

ðGCpÞ= −1.5 for A ≤ 20 ft2

ðGCpÞ= −2.2744þ 0.5952 logA for 20 ≤ A ≤ 300 ft2

ðGCpÞ= −0.8 for A ≥ 300 ft2

Zones 2n,
2r, and 3r

ðGCpÞ= −2.5 for A ≤ 10 ft2

ðGCpÞ= −3.6054þ 1.1054 logA for 10 ≤ A ≤ 150 ft2

ðGCpÞ= −1.2 for A ≥ 150 ft2

Zones 3e ðGCpÞ= −3.6 for A ≤ 4 ft2

ðGCpÞ= −4.5880þ 1.6410 logA for 4 ≤ A ≤ 50 ft2

ðGCpÞ= −1.8 for A ≥ 50 ft2

Negative with overhang
Zones 1
and 2e

ðGCpÞ= −2.0 for A ≤ 20 ft2

ðGCpÞ= −2.2212þ 0.1701 logA for 20 ≤ A ≤ 300 ft2

ðGCpÞ= −1.8 for A ≥ 300 ft2

Zones 2n
and 2r

ðGCpÞ= −3.0 for A ≤ 10 ft2

ðGCpÞ= −3.6802þ 0.6802 logA for 10 ≤ A ≤ 150 ft2

ðGCpÞ= −2.2 for A ≥ 150 ft2

Zone 3r ðGCpÞ= −3.6 for A ≤ 10 ft2

ðGCpÞ= −5.2155þ 1.6155 logA for 10 ≤ A ≤ 150 ft2

ðGCpÞ= −1.7 for A ≥ 150 ft2

Zone 3e ðGCpÞ= −4.7 for A ≤ 4 ft2

ðGCpÞ= −6.0173þ 2.1880 logA for 4 ≤ A ≤ 50 ft2

ðGCpÞ= −2.3 for A ≥ 50 ft2

Table C30.3-5. Gable Roofs, 27° < θ≤45° (Figure 30.3-2D)

Positive with and without overhang
All Zones ðGCpÞ= 0.9 for A ≤ 10 ft2

ðGCpÞ= 1.3000 − 0.4000 logA for 10 ≤ A ≤ 100 ft2

ðGCpÞ= 0.5 for A ≥ 100 ft2

Negative without overhang
Zones 1, 2e,
and 2r

ðGCpÞ= −1.8 for A ≤ 10 ft2

ðGCpÞ= −2.8000þ 1.0000 logA for 10 ≤ A ≤ 100 ft2

ðGCpÞ= −0.8 for A ≥ 100 ft2

Zones 2n
and 3r

ðGCpÞ= −2.0 for A ≤ 10 ft2

ðGCpÞ= −2.7686þ 0.7686 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −1.0 for A ≥ 200 ft2

Zone 3e ðGCpÞ= −3.2 for A ≤ 2 ft2

ðGCpÞ= −3.5043þ 1.0110 logA for 2 ≤ A ≤ 300 ft2

ðGCpÞ= −1.0 for A ≥ 300 ft2

Negative with overhang
Zones 1, 2e,
and 2r

ðGCpÞ= −2.6 for A ≤ 10 ft2

ðGCpÞ= −3.6000þ 1.0000 logA for 10 ≤ A ≤ 100 ft2

ðGCpÞ= −1.6 for A ≥ 100 ft2

Zones 2n
and 3r

ðGCpÞ= −2.8 for A ≤ 10 ft2

ðGCpÞ= −3.5686þ 0.7686 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −1.8 for A ≥ 200 ft2

Zone 3e ðGCpÞ= −4.0 for A ≤ 2 ft2

ðGCpÞ= −4.3043þ 1.0110 logA for 2 ≤ A ≤ 300 ft2

ðGCpÞ= −1.8 for A ≥ 300 ft2

Table C30.3-6. Hip Roofs, No Overhang, 7°<θ≤20° (Figure 30.3-2E)

Positive h∕B ≥ 0.8
All Zones ðGCpÞ= 0.7 for A ≤ 10 ft2

ðGCpÞ= 1.1000 − 0.4000 logA for 10 ≤ A ≤ 100 ft2

ðGCpÞ= 0.3 for A ≥ 100 ft2

Negative h∕B ≥ 0.8
Zone 1 ðGCpÞ= −1.8 for A ≤ 20 ft2

ðGCpÞ= −3.2891þ 1.1445 logA for 20 ≤ A ≤ 100 ft2

ðGCpÞ= −1.0 for A ≥ 100 ft2

Zone 2r ðGCpÞ= −2.4 for A ≤ 10 ft2

ðGCpÞ= −3.2455þ 0.8455 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −1.3 for A ≥ 200 ft2

Zones 2e
and 3

ðGCpÞ= −2.6 for A ≤ 10 ft2

ðGCpÞ= −3.5223þ 0.9223 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −1.4 for A ≥ 200 ft2

Positive h∕B ≤ 0.5
All Zones ðGCpÞ= 0.7 for A ≤ 10 ft2

ðGCpÞ= 1.1000 − 0.4000 logA for 10 ≤ A ≤ 100 ft2

ðGCpÞ= 0.3 for A ≥ 100 ft2

Negative h∕B ≤ 0.5
Zone 1 ðGCpÞ= −1.3 for A ≤ 20 ft2

ðGCpÞ= −1.8584þ 0.4292 logA for 20 ≤ A ≤ 100 ft2

ðGCpÞ= −1.0 for A ≥ 100 ft2

Zone 2r ðGCpÞ= −2.4 for A ≤ 10 ft2

ðGCpÞ= −3.2455þ 0.8455 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −1.3 for A ≥ 200 ft2

Zones 2e
and 3

ðGCpÞ= −1.8 for A ≤ 10 ft2

ðGCpÞ= −2.3380þ 0.5380 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −1.1 for A ≥ 200 ft2

Table C30.3-7. Hip Roofs, Overhang, 7° < θ≤20° (Figure 30.3-2F)

Negative h∕B ≥ 0.8
Zone 1 ðGCpÞ= −2.3 for A ≤ 20 ft2

ðGCpÞ= −2.8584þ 0.4292 logA for 20 ≤ A ≤ 100 ft2

ðGCpÞ= −2.0 for A ≥ 100 ft2

Zone 2r ðGCpÞ= −2.9 for A ≤ 10 ft2

ðGCpÞ= −3.3612þ 0.4612 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −2.3 for A ≥ 200 ft2

Zones 2e ðGCpÞ= −3.1 for A ≤ 10 ft2

ðGCpÞ= −3.6380þ 0.5380 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −2.4 for A ≥ 200 ft2

Zones 3 ðGCpÞ= −3.7 for A ≤ 10 ft2

ðGCpÞ= −5.0835þ 1.3835 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −1.9 for A ≥ 200 ft2

Negative h∕B ≤ 0.5
Zone 1 ðGCpÞ= −1.8 for A ≤ 20 ft2

ðGCpÞ= −1.4277 − 0.2861 logA for 20 ≤ A ≤ 100 ft2

ðGCpÞ= −2.0 for A ≥ 100 ft2

Zones 2r ðGCpÞ= −2.9 for A ≤ 10 ft2

ðGCpÞ= −3.3612þ 0.4612 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −2.3 for A ≥ 200 ft2

Zones 2e ðGCpÞ= −2.3 for A ≤ 10 ft2

ðGCpÞ= −2.4537þ 0.1537 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −2.1 for A ≥ 200 ft2

Zone 3 ðGCpÞ= −2.9 for A ≤ 10 ft2

ðGCpÞ= −3.8992þ 0.9992 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −1.6 for A ≥ 200 ft2
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(GCp)s were computed by subtracting the (GCp) values given
for the roof (no overhang) case from the (GCp)s given for
the overhang case. The additional (GCp)s are given in
Fig. C30.3-1.

The following guidance is based on the collective judgment of
the wind load committee. For “L-shaped,” “T-shaped,” and other
“irregular” shapes, Fig. C30.3-2 depicts the roof and wall zones
for use with Figs. 30.3-1, 30.3-2, 30.3-4, 30.3-5, 30.3-6, 30.4-1,
and 30.5-1 for wind loads on components and cladding of
buildings, showing the applicability to buildings that are rectan-
gular in plan. To address buildings with nonrectangular plans,
Fig. C30.3-2 can be used for guidance in applying the require-
ments. When an outward corner protrudes less than the distance
a from the wall, neither Zone 3 nor 5 are required; however,
when the outward protrusion is greater than a, Zones 3 and 5 are
required. Reentrant (interior) corners do not require Zones 3 or 5.
For corners that have an included interior angle greater than 135°,
neither Zone 3 nor 5 is required. To determine the length of a, a
rectangle which enclosed the building is drawn over the building
plan. The dimensions of this rectangle are used to determine the
horizontal dimensions for the calculation of a.

Figs. 30.3-4, 30.3-5A, and 30.3-5B. These figures present
values of (GCp) for the design of roof C&C for buildings with

Table C30.3-8. Hip Roofs, 20° < θ≤27° (Figure 30.3-2G)

Positive h∕B ≥ 0.8
All Zones ðGCpÞ= 0.7 for A ≤ 10 ft2

ðGCpÞ= 1.1000 − 0.4000 logA for 10 ≤ A ≤ 100 ft2

ðGCpÞ= 0.3 for A ≥ 100 ft2

Negative without overhang
Zone 1 ðGCpÞ= −1.4 for A ≤ 10 ft2

ðGCpÞ= −2.0000þ 0.6000 logA for 10 ≤ A ≤ 100 ft2

ðGCpÞ= −0.8 for A ≥ 100 ft2

Zones 2e,
2r, and 3

ðGCpÞ= −2.0 for A ≤ 10 ft2

ðGCpÞ= −2.7686þ 0.7686 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −1.0 for A ≥ 200 ft2

Negative with overhang
Zone 1 ðGCpÞ= −1.9 for A ≤ 10 ft2

ðGCpÞ= −2.0000þ 0.1000 logA for 10 ≤ A ≤ 100 ft2

ðGCpÞ= −1.8 for A ≥ 100 ft2

Zones 2e
and 2r

ðGCpÞ= −2.5 for A ≤ 10 ft2

ðGCpÞ= −2.8843þ 0.3843 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −2.0 for A ≥ 200 ft2

Zone 3 ðGCpÞ= −3.1 for A ≤ 10 ft2

ðGCpÞ= −4.3298þ 1.2298 logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −1.5 for A ≥ 200 ft2

Table C30.3-9. Hip Roofs, 27° < θ≤45°, No Overhang (Figure 30.3-2H)

Positive
All Zones ðGCpÞ= 0.9 for A ≤ 2 ft2

ðGCpÞ= 1.0063 − 0.3532 logA for 2 ≤ A ≤ 100 ft2

ðGCpÞ= 0.3 for A ≥ 100 ft2

Negative
Zone 1 ðGCpÞ= −0.6175 − 0.0200θ for A ≤ 10 ft2

ðGCpÞ= −1.0191 − 0.0250θþ ½0.4016þ 0.0050θ� logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −0.0950 − 0.0135θ for A ≥ 200 ft2

Zone 2e ðGCpÞ= 0.2000 − 0.0670θ for A ≤ 2 ft2

ðGCpÞ= −0.8000þ
�
logð280 − 5θÞð0.0670θ − 1Þ

0.301 − log ð280 − 5θÞ
�
þ
�

1 − 0.0670θ
0.3010 − log ð280 − 5θÞ

�
logA for 2 ≤ A ≤ ½280 − 5θ� ft2

ðGCpÞ= −0.8 for A ≥ ½280 − 5θ� ft2
Zones 2r ðGCpÞ= 1.0000 − 0.0820θ for A ≤ 5 ft2

ðGCpÞ= 2.0746 − 0.1261θþ ½0.0630θ − 1.5373� logA for 5 ≤ A ≤ 100 ft2

ðGCpÞ= −1.0000 for A ≥ 100 ft2

Zones 3 ðGCpÞ= 1.2500 − 0.1080θ for A ≤ ½9 − 0.1350θ� ft2

ðGCpÞ=
�

0.1835θ − 3.8230
log ð9 − 0.1350θÞ − 1.6990

�
− 1.0þ

�
2.25 − 0.1080θ

log ð9 − 0.1350θÞ − 1.6990

�
logA for ½9 − 0.1350θ� ≤ A ≤ 50 ft2

ðGCpÞ= −1.0000 for A ≥ 50 ft2

Table C30.3-10. Hip Roofs, 27° < θ≤45°, Overhang (Figure 30.3-2I)

Negative
Zone 1 ðGCpÞ= −1.4175 − 0.0200θ for A ≤ 10 ft2

ðGCpÞ= −1.8191 − 0.0250θþ ½0.4016þ 0.0050θ� logA for 10 ≤ A ≤ 200 ft2

ðGCpÞ= −0.8950 − 0.0135θ for A ≥ 200 ft2

Zone 2e ðGCpÞ= −0.6000 − 0.0670θ for A ≤ 2 ft2

ðGCpÞ= −1.6000þ
�
log ð280 − 5θÞð0.0670θ − 1Þ

0.301 − log ð280 − 5θÞ
�
þ
�

1 − 0.0670θ
0.301 − log ð280 − 5θÞ

�
logA for 2 ≤ A ≤ 280 − 5θ ft2

ðGCpÞ= −1.6000 for A ≥ 280 − 5θ ft2

Zones 2r ðGCpÞ= 0.2000 − 0.0820θ for A ≤ 5 ft2

ðGCpÞ= 1.2745 − 0.1261θþ ½0.0630θ − 1.5373� logA for 5 ≤ A ≤ 100 ft2

ðGCpÞ= −1.8000 for A ≥ 100 ft2

Zones 3 ðGCpÞ= 0.4500 − 0.1080θ for A ≤ 9 − 0.1350θ ft2

ðGCpÞ=
�

0.1835θ − 3.823
log ð9 − 0.135θÞ − 1.699

�
− 1.8þ

�
2.25 − 0.108θ

log ð9 − 0.135θÞ − 1.699

�
logA for 9 − 0.1350θ ≤ A ≤ 50 ft2

ðGCpÞ= −1.8000 for A ≥ 50 ft2
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multispan gable roofs and buildings with monoslope roofs. The
coefficients are based on wind tunnel studies (Stathopoulos and
Mohammadian 1986; Surry and Stathopoulos 1988; Stathopou-
los and Saathoff 1991).
Fig. 30.3-6. The values of (GCp) in this figure are for the

design of roof C&C for buildings with sawtooth roofs and mean
roof height, h, less than or equal to 60 ft (18.3 m). Note that
the coefficients for corner zones on segment A differ from
those coefficients for corner zones on the segments designated
as B, C, and D. Also, when the roof angle is less than or equal to
10°, values of (GCp) for regular gable roofs (Fig. 30.3-2A) are to
be used. The coefficients included in Fig. 30.3-6 are based on
wind tunnel studies reported by Saathoff and Stathopoulos
(1992).
Fig. 30.3-7. This figure for cladding pressures on dome roofs

is based on Taylor (1991). Negative pressures are to be applied to
the entire surface because they apply along the full arc that is
perpendicular to the wind direction and that passes through the
top of the dome. Users are cautioned that only three shapes were
available to define values in this figure: hD∕D= 0.5, f ∕D= 0.5;
hD∕D= 0.0, f∕D= 0.5; and hD∕D= 0.0, f∕D= 0.33.
Fig. 30.5-1. The pressure coefficients shown in this figure

reflect the results obtained from comprehensive wind tunnel
studies carried out (Stathopoulos and Dumitrescu-Brulotte
1989). The availability of more-comprehensive wind tunnel data
has also allowed a simplification of the zoning for pressure
coefficients; flat roofs are now divided into three zones; and
walls are represented by two zones.
The external pressure coefficients and zones given in Fig.

30.5-1 were established by wind tunnel tests on isolated “box-
like” buildings (Akins and Cermak 1975; Peterka and Cermak
1975). Boundary-layer wind tunnel tests on high-rise buildings
(mostly in downtown city centers) have shown that variations in
pressure coefficients and the distribution of pressure on the
different building facades are obtained (Templin and Cermak
1978). These variations are caused by building geometry, low
attached buildings, nonrectangular cross sections, setbacks, and
sloping surfaces. In addition, surrounding buildings contribute to
the variations in pressure. Wind tunnel tests indicate that pressure

coefficients are not distributed symmetrically and can give rise to
torsional wind loading on the building.
Boundary-layer wind tunnel tests that include modeling of

surrounding buildings permit the establishment of more exact
magnitudes and distributions of (GCp) for buildings that are not
isolated or “boxlike” in shape.

PART 1: LOW-RISE BUILDINGS

The C&C tables in Fig. 30.4-1 are a tabulation of the pressures on
an enclosed, regular, 30-ft- (9.1-m)-high building with a roof as
described. The pressures can be modified to a different exposure
and height with the same adjustment factors as the MWFRS
pressures. For the designer to use Part 2 for the design of the
C&C, the building must conform to all five requirements in
Section 30.4; otherwise, one of the other procedures specified in
Section 30.1.1 must be used.

PART 3: BUILDINGS WITH h> 60 ft (h> 18.3 m)

In Eq. (30.5-1) a velocity pressure term, qi, appears that is defined
as the “velocity pressure for internal pressure determination.”
The positive internal pressure is dictated by the positive exterior
pressure on the windward face at the point where there is an
opening. The positive exterior pressure at the opening is gov-
erned by the value of q at the level of the opening, not qh. For
positive internal pressure evaluation, qi may conservatively be
evaluated at height hðqi = qhÞ. For low buildings, this height does
not make much difference, but for the example of a 300-ft- (91.4-
m)-tall building in Exposure B with the highest opening at 60 ft
(18.3 m), the difference between q300 and q60 represents a 59%
increase in internal pressure. This increase is unrealistic and
represents an unnecessary degree of conservatism. Accordingly,
qi = qz for positive internal pressure evaluation in partially
enclosed buildings where height z is defined as the level of the
highest opening in the building that could affect the positive
internal pressure. For buildings sited in wind-borne debris
regions, glazing that is not impact-resistant or protected with
an impact-protective system, qi should be treated as an opening.

FIGURE C30.3-1 Effective Incremental (GCp ) Caused by Overhangs
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PART 4: BUILDINGS WITH 60 ft < h ≤ 160 ft
(18.3 m < h ≤ 48.8 m) (SIMPLIFIED)

C30.6 BUILDING TYPES

This section was added to ASCE 7-10 to cover the common
practical case of enclosed buildings up to height h= 160 ft
(h= 48.8 m). Table 30.6-2 includes wall and roof pressures for
flat roofs (θ ≤ 7°), gable roofs, hip roofs, monoslope roofs, and
mansard roofs. Pressures are derived from Fig. 30.5-1 (flat roofs)
for h > 60 ft (h > 18.3 m). For flat, gable, hip, monoslope, and
mansard roofs with h ≤ 60 ft (h ≤ 18.3 m) and all roof slopes,

reference is made to the roof and wall pressures tabulated in
Fig. 30.4-1. For hip and gable roofs with h > 60 ft (h > 18.3 m),
reference is made to Fig. 30.5-1, Note 6, which permits the use of
roof pressure coefficients in Figs. 30.3-2A through 30.3-2I as
defined for low-rise buildings for these roof shapes if the
appropriate qh is used. Similarly, the roof pressure coefficients
in Fig. 30.3-5A and B for monoslope roofs from Part 3 are
permitted. Pressures were selected for each zone that encom-
passes the largest pressure coefficients for the comparable zones
from the different roof shapes. Thus, for some cases, the
pressures tabulated are conservative in order to maintain sim-
plicity. The (GCp) values from these figures were combined

Notation 
a = 10% of least horizontal dimension or 0.4h, whichever is smaller, but not less than either 4% of least horizontal 

dimension or 3 ft (0.9 m). 
X     = Offset dimension, in ft (m). 

Notes 
1. Labels marked on the roof plan indicate roof zones; labels marked outside the roof plan indicate wall zones. 
2. If X ≤ a, then Zone 3 and Zone 5 need not be applied at that corner. 
3. If the interior angle is ≥135°, then Zone 3 and Zone 5 need not be applied at that corner. 

Diagram

FIGURE C30.3-2 Plan View of Roof and Wall Zones for Component and Cladding Loads on Buildings with Nonrectangular Plans
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with an internal pressure coefficient (�0.18) to obtain a net
coefficient from which pressures were calculated. The tabulated
pressures are applicable to the entire zone shown in the various
figures.
Pressures in Table 30.6-2 are shown for an effective wind area

of 10 ft2 (0.93 m2). A reduction factor is also shown to obtain
pressures for larger effective wind areas. The reduction factors
are based on the graph of external pressure coefficients shown in
the figures in Part 3 and are based on the most conservative
reduction for each zone from the various figures.
Note that the roof pressures tabulated for buildings with h ≤

60 ft (h ≤ 18.3 m) in Fig. 30.4-1 are based on h= 30 ft
(h= 9.1 m) and Exposure B. An adjustment factor λ is applied
to the tabulated pressures for other heights and exposures. The
tabulated pressures in Table 30.6-2 are based on Exposure C. An
adjustment factor (EAF) from Eq. (30.6-1) is applied for other
exposures.

C30.6.1 Wind Load: Components and Cladding.

C30.6.1.2 Parapets. Parapet C&C wind pressures can be
obtained from the tables as shown in the parapet figures. The
pressures obtained are slightly conservative based on the net
pressure coefficients for parapets compared to roof zones from
Part 3. Two load cases must be considered based on pressures
applied to both windward and leeward parapet surfaces, as shown
in Fig. 30.6-1.

C30.6.1.3 Roof Overhangs. C&C pressures for roof overhangs
for flat and monoslope roofs with h > 60 ft (h > 18.3 m) can be
obtained from the tables as shown in Fig. 30.6-2. These pressures
are slightly conservative and are based on the external pressure
coefficients from Part 3. Pressures for roof overhangs in flat,
gable, hip, monoslope, and mansard roofs with h ≤ 60 ft
(h ≤ 18.3 m) can be obtained directly from the tabulated
pressures in Fig. 30.4-1.

PART 5: OPEN BUILDINGS

C30.7 BUILDING TYPES

In determining loads on C&C elements for open building roofs
using Figs. 30.7-1, 30.7-2, and 30.7-3, it is important for the
designer to note that the net pressure coefficient, CN , is based on
contributions from the top and bottom surfaces of the roof. This
fact implies that the element receives load from both surfaces. Such
would not be the case if the surface below the roof were separated
structurally from the top roof surface. In this case, the pressure
coefficient should be separated for the effect of top and bottom
pressures, or conservatively, each surface could be designed using
the CN value from Figs. 30.7-1, 30.7-2, and 30.7-3.

PART 7: NONBUILDING STRUCTURES

C30.12 CIRCULAR BINS, SILOS, AND TANKS WITH
h ≤ 120 ft (h ≤ 36.5 m)

Section 30.12 contains the provisions for determining wind
pressures on silo and tank walls and roofs, The results of isolated
and grouped silos are largely based on Australian Standards
(Standards Australia 2011), and the wind tunnel tests by Sab-
ransky and Melbourne (1987) and Macdonald et al. (1988, 1990).
Significant increases in the mean pressures of grouped silos were
found in the wind tunnel tests, so the provisions of grouped tanks
and silos are specified in this section.

C30.12.2 External Walls of Isolated Circular Bins, Silos, and
Tanks. This section specifies the external pressure coefficients
(GCpðαÞ) for the walls of circular bins, silos, and tanks. The
pressure coefficients for isolated silos are adopted from
Australian Standards (Standards Australia 2011).

C30.12.3 Internal Surface of Exterior Walls of Isolated
Open-Topped Circular Bins, Silos, and Tanks. This section
specifies the internal pressure coefficients (GCpi) for the walls of
circular bins, silos, and tanks. The internal pressure coefficients
(GCpi) are adopted from Standards Australia (2011). Based on
the wind tunnel test results, mean pressures on walls for open-
topped bins, silos, and tanks are different from the values of
circular bins, silos, and tanks with flat or conical roofs.
Table C30.12-1 lists the mean pressure coefficients (GCp − GCpi)
for open-topped circular bins, silos, and tanks, based on Eqs.
(30.12-2) and (30.12-5). The distribution of the external pressure
around the perimeter of the wall is shown in Fig. C30.12-1.

C30.12.4 Roofs of Isolated Circular Bins, Silos, and
Tanks. This section specifies the external pressure
coefficients (GCp) for the roofs of circular bins, silos, and
tanks. Two conditions are covered as shown in Fig. 30.12-2:
Class 1 roofs have the roof angle θ < 10°, and Class 2 roofs have
10° ≤ θ < 30°. Zone 1 pressures are defined differently that
either increase with the increment of the silo heights for Class
1 roofs, or with the silo or tank diameters for Class 2 roofs. For
cladding design, Zone 3 pressures are specified for the local
pressures near the windward edges applicable to all classes, and
Zone 4 is specified for the region near the cone apex used for
Class 2b roofs only. Fig. C30.12-2 is the graphic presentation of
the elevation views for the external pressure coefficients (GCp).
For Class 1 roofs, the external pressure coefficients are based on
comparisons of domed roofs and flat roofs from Chapter 27 of
ASCE 7-10 for maximum uplift conditions. The results of Class 2
roofs are consistent with data of Sabransky and Melbourne
(1987) and Macdonald et al. (1988).

C30.12.6 Roofs and Walls of Grouped Circular Bins, Silos,
and Tanks. For grouped silos, (GCp) values for roofs and walls
are largely based on AS/ NZS 1170.2 (Standards Australia 2011)
and wind tunnel tests by Sabransky and Melbourne (1987) and

Table C30.12-1 Mean Pressure Coefficients (GCp−GCpi ) for
Open-Topped Tanks

Aspect Ratio H∕D

Angle α 0.25 0.50 1 2 3 4

0° 1.69 1.80 1.9 2 2.07 2.11
15° 1.39 1.50 1.6 1.7 1.77 1.81
30° 0.99 1.10 1.2 1.3 1.37 1.41
45° 0.39 0.50 0.6 0.7 0.77 0.81
60° −0.01 −0.01 −0.1 −0.1 −0.13 −0.09
75° −0.11 −0.31 −0.5 −0.7 −0.83 −0.89
90° −0.11 −0.31 −0.5 −0.7 −0.83 −0.89
105° −0.01 −0.11 −0.2 −0.3 −0.33 −0.29
120° 0.09 0.10 0.2 0.2 0.27 0.21
135° 0.29 0.30 0.4 0.5 0.47 0.51
150° 0.29 0.40 0.5 0.5 0.57 0.61
165° 0.29 0.40 0.5 0.5 0.57 0.61
180° 0.29 0.40 0.5 0.5 0.57 0.61

Note: D = diameter of circular structure, in ft (m); H = height in ft (m);
α = angle from the wind direction to a point on the wall of a circular bin, silo,
or tank, in degrees.
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Macdonald et al. (1990). Test results of an in-line group of three
silos with a clear spacing of 0.25D between nearest adjacent walls
(1.25D center-to-center) by Sabransky and Melbourne (1987)
indicated that the mean pressure coefficient between the gaps
increased by 70% compared to the one for the isolated silo. A
similar result was observed for the roof near the wall of the silo. It
was concluded that a clear spacing of 0.25D produced the
maximum interference between two finite cylinders.

Test results of an in-line group of five silos with various
center-to-center spacings by Macdonald et al. (1990) indicated
that the region of positive pressure on the windward side spans a
larger angular sector of the circumference than that for an isolated
silo, and high negative mean pressures occur near the point of

shortest distance between the adjacent silos and at the outside
corners of the groups.
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Notation
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CHAPTER C31

WIND TUNNEL PROCEDURE

Wind tunnel testing is specified when a building or other
structure contains any of the characteristics defined in
Sections 27.1.3, 28.1.3, 29.1.3, or 30.1.3 or when the designer
wishes to more accurately determine the wind loads. For some
building or structure shapes, wind tunnel testing can reduce the
conservatism caused by enveloping of wind loads inherent in the
Directional Procedure, Envelope Procedure, or Analytical Pro-
cedure for Components and Cladding (C&C). Also, wind tunnel
testing accounts for shielding or channeling and can more
accurately determine wind loads for a complex building or
structure shape than can the Directional Procedure, Envelope
Procedure, or Analytical Procedure for C&C. It is the intent
of the standard that any building or other structure can be
allowed to use the wind tunnel testing method to determine
wind loads. Requirements for proper testing are given in
ASCE 49 (2012).

It is common practice to resort to wind tunnel tests when
design data are required for the following wind-induced loads:

1. Curtain wall pressures resulting from irregular geometry;
2. Across-wind and/or torsional loads;
3. Periodic loads caused by vortex shedding; and
4. Loads resulting from instabilities, such as flutter or

galloping.

Boundary-layer wind tunnels capable of developing flows that
meet the conditions stipulated in Section 31.2 typically have test-
section dimensions in the following ranges: width of 6 to 12 ft (2
to 4 m), height of 6 to 10 ft (2 to 3 m), and length of 50 to 100 ft
(15 to 30 m). Maximum wind speeds are ordinarily in the range
of 25 to 100 mi=h (10 to 45 m=s). The wind tunnel may be either
an open-circuit or closed-circuit type.

Three basic types of wind tunnel test models are commonly
used. These are designated as follows: (1) rigid pressure model
(PM), (2) rigid high-frequency base balance model (H-FBBM),
and (3) aeroelastic model (AM). One or more of the models may
be used to obtain design loads for a particular building or
structure. The PM provides local peak pressures for design of
elements, such as cladding and mean pressures, for the determi-
nation of overall mean loads. The H-FBBM measures overall
fluctuating loads (aerodynamic admittance) for the determination
of dynamic responses. When motion of a building or structure
influences the wind loading, the AM is used for direct measure-
ment of overall loads, deflections, and accelerations. Each of
these models, together with a model of the surroundings (prox-
imity model), can provide information other than wind loads,
such as snow loads on complex roofs, wind data to evaluate
environmental impact on pedestrians, and concentrations of air
pollutant emissions for environmental impact determinations.
Several references provide detailed information and guidance
for the determination of wind loads and other types of design data

by wind tunnel tests (Cermak 1977; Reinhold 1982; ASCE 1999;
Boggs and Peterka 1989).

Wind tunnel tests frequently measure wind loads that are
significantly lower than required by Chapters 26, 27, 28, 29,
and 30 because of the shape of the building or other structure;
the likelihood that the highest wind speeds occur at directions
where the building or structure’s shape or pressure coefficients
are less than their maximum values; specific buildings or struc-
tures included in a detailed proximity model that may provide
shielding in excess of that implied by exposure categories; and
necessary conservatism in enveloping load coefficients in
Chapters 28 and 30. In some cases, adjacent buildings or
structures may shield the subject building or structure sufficiently
that removal of one or two of the adjacent buildings or structures
could significantly increase wind loads. Additional wind
tunnel testing without specific nearby buildings or structures (or
with additional buildings or structures if they might cause
increased loads through channeling or buffeting) is an effective
method for determining the influence of adjacent buildings or
structures.

For this reason, the standard limits the reduction that can be
accepted from wind tunnel tests to 80% of the result obtained
from Part 1 of Chapter 27 or Part 1 of Chapter 28, or Chapter 30,
if the wind tunnel proximity model included any specific influ-
ential buildings or other objects that, in the judgment of an
experienced wind engineer, are likely to have substantially
influenced the results beyond those characteristic of the general
surroundings. If there are any such buildings or objects, supple-
mental testing can be performed to quantify their effect on the
original results and possibly justify a limit lower than 80%, by
removing them from the detailed proximity model and replacing
them with characteristic ground roughness consistent with the
adjacent roughness. A specific influential building or object is
one within the detailed proximity model that protrudes well
above its surroundings, or is unusually close to the subject
building, or may otherwise cause substantial sheltering effect
or magnification of the wind loads. When these supplemental test
results are included with the original results, the acceptable
results are then considered to be the higher of both conditions.

However, the absolute minimum reduction permitted is 65%
of the baseline result for C&C and 50% for the main wind force
resisting system (MWFRS). A higher reduction is permitted for
MWFRS because C&C loads are more subject to changes caused
by local channeling effects when surroundings change, and they
can easily be dramatically increased when a new adjacent
building is constructed. It is also recognized that cladding failures
are much more common than failures of the MWFRS. In
addition, for the case of MWFRS, it is easily demonstrated that
the overall drag coefficient for certain common building shapes,
such as circular cylinders (especially with rounded or domed
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tops), is one-half or less of the drag coefficient for the rectangular
prisms that form the basis of Chapters 27, 28, and 30.
For C&C, the 80% limit is defined by the interior Zones 1 and

4 in Figs. 30.3-1, 30.3-2A–C, 30.3-3, 30.3-4, 30.3-5A–B, 30.3-6,
30.3-7, and 30.4-1. This limitation recognizes that pressures in
the edge zones are the ones most likely to be reduced by the
specific geometry of real buildings compared with the rectangu-
lar prismatic buildings assumed in Chapter 30. Therefore, pres-
sures in edge and corner zones are permitted to be as low as 80%
of the interior pressures from Chapter 30 without the supple-
mental tests. The 80% limit based on Zone 1 is directly applicable
to all roof areas, and the 80% limit based on Zone 4 is directly
applicable to all wall areas.
The limitation on MWFRS loads is more complex because the

load effects (e.g., member stresses or forces, deflections) at any
point are the combined effect of a vector of applied loads instead
of a simple scalar value. In general, the ratio of forces or
moments or torques (force eccentricity) at various floors through-
out the building using a wind tunnel study will not be the same as
those ratios determined from Chapter 27 and 28, and therefore
comparison between the two methods is not well defined.
Requiring each load effect from a wind tunnel test to be no less
than 80% of the same effect resulting from Chapters 27 and 28 is
impractical and unnecessarily complex and detailed, given the
approximate nature of the 80% value. Instead, the intent of the
limitation is effectively implemented by applying it only to a
simple index that characterizes the overall loading. For flexible
(tall) buildings, the most descriptive index of overall loading is
the base overturning moment. For other buildings, the over-
turning moment can be a poor characterization of the overall
loading, and the base shear is recommended instead.

C31.4 LOAD EFFECTS

C31.4.1 Mean Recurrence Intervals of Load
Effects. Examples of analysis methods for combining direc-
tional wind tunnel data with the directional meteorological
data or probabilistic models based thereon are described in
Lepage and Irwin (1985), Rigato et al. (2001), Isyumov et al.
(2013), Irwin et al. (2005), Simiu and Filliben (2005), and Simiu
and Miyata (2006).

C31.4.2 Limitations onWind Speeds. Section 31.4.2 specifies
that the statistical methods used to analyze historical wind speed
and direction data for wind tunnel studies shall be subject to the
same limitations specified in Section 31.4.2 that apply to the
Analytical Method.
Database-Assisted Design. Wind tunnel aerodynamics data-

bases that contain records of pressures measured synchronously
at large numbers of locations on the exterior surface of building
models have been developed by wind researchers, such as Simiu
et al. (2003) and Main and Fritz (2006). Such databases include
data that permit a designer to determine, without specific wind
tunnel tests, wind-induced forces and moments in MWFRSs and
C&C of selected shapes and sizes of buildings. A public domain
set of such databases, recorded in tests conducted at the Univer-
sity of Western Ontario (Ho et al. 2005; St. Pierre et al. 2005) for
buildings with gable roofs is available on the National Institute of
Standards and Technology website, www.nist.gov/wind (NIST
2012). Interpolation software for buildings with similar shape
and with dimensions close to and intermediate between those
included in the set of databases is also available on that site.
Because the database results are for generic surroundings as
permitted in ASCE 49 interpolation or extrapolation from these
databases should be used only if Condition 2 of Section 27.1.2 is

true. Extrapolations from available building shapes and sizes are
not permitted, and interpolations in some instances may not be
advisable. For these reasons, the guidance of an engineer expe-
rienced in wind loads on buildings and familiar with the usage of
these databases is recommended.
All databases must have been obtained using testing method-

ology that meets the requirements for wind tunnel testing speci-
fied in Chapter 31.

C31.4.3 Wind Directionality. The variability of wind speed
determined for particular azimuth intervals is greater than that of
the wind speed determined regardless of wind direction (Isyumov
et al. 2013). Consequently, wind loads and wind-induced effects
determined by allowing for wind directionality are inherently less
certain. Several methods for combining data from wind tunnel
model studies with information on wind speed and direction at
the project site are currently in use (Isyumov et al. 2013; Yeo
and Simiu 2011; and Simiu 2011). Whichever method is used
shall be clearly described to allow scrutiny by the designer and
the Authority Having Jurisdiction. A common approach for
allowing for uncertainties in the wind direction is to rotate the
project wind climate relative to the orientation of the building or
structure. This rotation of the wind climate at the building
location is intended to ensure that the wind loads determined
for design are not unconservative and shall be considered
regardless of the method used for arriving at the design wind
speeds. The appropriate magnitude of wind climate rotation
varies depending on the quality and resolution of the
directional wind climate data at the project site.

C31.6 ROOF-MOUNTED SOLAR COLLECTORS FOR
ROOF SLOPES LESS THAN 7 DEGREES

C31.6.1 Wind Tunnel Test Requirements. For solar collector
installations, it is necessary to model a generic building with the
solar collectors on the roof of a scaled building, then generate
(GCrn) pressure coefficients that are applicable to any site, a wide
range of building sizes, and varied collector layouts. The
approach needs to be similar to that used to develop the
(GCp) figures in ASCE 7 by modeling the generic buildings
with various features to capture a wide range of effects. The
objective of such testing is to evaluate aerodynamic effects
accounted for by (GCrn) pressure coefficients (in contrast to
site-specific wind tunnel testing, which also evaluates the effect
of surrounding structures and terrain). Nearby buildings should
not be included unless they are to be a part of every design
application for this collector.
Wind tunnel testing for roof-mounted solar collectors must

include a sufficiently large test matrix to address an appropriate
range of the relevant variables that affect wind loads as listed in
the provisions. Tests are often performed at model scale of 1∶50
or larger where the match of wind tunnel turbulence character-
istics is not ideal, resulting in some added requirements for
testing, including integral scale limits. The wind tunnel study
should provide recommendations for setback distances from
larger rooftop equipment, penthouses, clerestories, and other
building features. Guidance for testing is provided in ASCE
49, Kopp and Banks (2013), and Kopp et al. (2011, 2012). Wind
loads are expressed as coefficients usable in Chapters 27, 29, and
30 to produce loads in engineering units. Alternately, a different
formulation of nondimensional load coefficients may be used
provided that the analysis procedure is clearly defined in the test
report.

C31.6.1.1 Limitations on Wind Loads for Rooftop Solar
Collectors. The minimum components and cladding wind
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load pressures indicated in ASCE 7 are primarily applicable
to the building envelope and are not entirely applicable to
rooftop solar collectors. The limitations contained herein are
to establish the lower bound wind pressures for wind tunnel
studies of conditions similar to those addressed by Fig. 29. 4-7
The limits on wind tunnel results shown in Fig. 29.4-7 repre-
sent an envelope of wind loads measured in the wind tunnel
without deflectors or shrouds that are commonly used to lower
wind loads. Specific installations or collector geometries may
give significantly lower loads than Fig. 29.4-7; limits are
imposed to prevent too much deviation from the enveloped
results.

C31.6.1.2 Peer Review Requirements for Wind Tunnel Tests
of Roof-Mounted Solar Collectors. Solar collector systems
that have aerodynamic devices or more efficient profiles can
have wind tunnel based wind loads less than the lower bound
thresholds indicated in Sections 31.6.1 and 31.6.2. In order to use
these lower values, a peer review of the test and report is
required. The peer reviewer qualifications and requirements
are included to promote consistencies among the various
jurisdictions so that a peer review could be accepted by
multiple enforcement agencies. The peer review qualifications
are intended to be those of a wind tunnel expert familiar with
wind tunnel testing of buildings and the applicability of the
ASCE 7 provisions to determine generalized wind design
coefficients for roof-mounted solar collectors. One source for
peer reviewers is the American Association for Wind
Engineering’s (AAWE) boundary layer wind tunnels list
(http://www.aawe.org/info/wind_tunnels.php).
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APPENDIX C11A

QUALITY ASSURANCE PROVISIONS

[THIS APPENDIX HAS BEEN DELETED IN ITS ENTIRETY FROM THE 2016 EDITION]
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APPENDIX C11B

EXISTING BUILDING PROVISIONS

There is no Commentary for Appendix 11B.
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APPENDIX CC

SERVICEABILITY CONSIDERATIONS

CC.1 SERVICEABILITY CONSIDERATIONS

Serviceability limit states are conditions in which the functions of
a building or other structure are impaired because of local
damage, deterioration, or deformation of building components,
or because of occupant discomfort. Although safety generally is
not an issue with serviceability limit states (one exception would
be for cladding that falls off a building caused by excessive story
drift under wind load), they nonetheless may have severe eco-
nomic consequences. The increasing use of the computer as a
design tool, the use of stronger (but not stiffer) construction
materials, the use of lighter architectural elements, and the
uncoupling of the nonstructural elements from the structural
frame may result in building systems that are relatively flexible
and lightly damped. Limit state design emphasizes the fact that
serviceability criteria (as they always have been) are essential to
ensure functional performance and economy of design for such
building structural systems (Ad Hoc Committee on Serviceability
Research 1986, National Building Code of Canada 1990, and
West and Fisher 2003).

In general, serviceability is diminished by

1. Excessive deflections or rotation that may affect the ap-
pearance, functional use, or drainage of the structure or
may cause damaging transfer of load to nonload supporting
elements and attachments;

2. Excessive vibrations produced by the activities of building
occupants, mechanical equipment, or the wind, which may
cause occupant discomfort or malfunction of building
service equipment; and

3. Deterioration, including weathering, corrosion, rotting, and
discoloration.

In checking serviceability, the designer is advised to consider
appropriate service loads, the response of the structure, and the
reaction of the building occupants.

Service loads that may require consideration include static
loads from the occupants and their possessions, snow or rain on
roofs, temperature fluctuations, and dynamic loads from human
activities, wind-induced effects, or the operation of building
service equipment. The service loads are those loads that act
on the structure at an arbitrary point in time. (In contrast, the
nominal loads have a small probability of being exceeded in any
year; factored loads have a small probability of being exceeded in
50 years.) Appropriate service loads for checking serviceability
limit states may be only a fraction of the nominal loads.

The response of the structure to service loads normally can be
analyzed assuming linear elastic behavior. However, members
that accumulate residual deformations under service loads may
require examination with respect to this long-term behavior.
Service loads used in analyzing creep or other long-term effects

may not be the same as those used to analyze elastic deflections
or other short-term or reversible structural behavior.

Serviceability limits depend on the function of the building
and on the perceptions of its occupants. In contrast to the ultimate
limit states, it is difficult to specify general serviceability limits
that are applicable to all building structures. The serviceability
limits presented in Sections CC.2.1, CC.2.2, and CC.2.3 provide
general guidance and have usually led to acceptable performance
in the past. However, serviceability limits for a specific building
should be determined only after a careful analysis by the engineer
and architect of all functional and economic requirements and
constraints in conjunction with the building owner. It should be
recognized that building occupants are able to perceive structural
deflections, motion, cracking, and other signs of possible distress
at levels that are much lower than those that would indicate that
structural failure was impending. Such signs of distress may be
taken incorrectly as an indication that the building is unsafe and
may diminish its commercial value.

CC.2 DEFLECTION, VIBRATION, AND DRIFT

CC.2.1 Vertical Deflections. Excessive vertical deflections and
misalignment arise primarily from three sources: (1) gravity
loads, such as dead, live, and snow loads; (2) effects of
temperature, creep, and differential settlement; and (3)
construction tolerances and errors. Such deformations may be
visually objectionable; may cause separation, cracking, or
leakage of exterior cladding, doors, windows, and seals; and
may cause damage to interior components and finishes.
Appropriate limiting values of deformations depend on the
type of structure, detailing, and intended use (Galambos and
Ellingwood 1986). Historically, common deflection limits for
horizontal members have been 1/360 of the span for floors
subjected to full nominal live load and 1/240 of the span for
roof members. Deflections of about 1/300 of the span (for
cantilevers, 1/150 of the length) are visible and may lead to
general architectural damage or cladding leakage. Deflections
greater than 1/200 of the span may impair operation of movable
components such as doors, windows, and sliding partitions.

In certain long-span floor systems, it may be necessary to place
a limit (independent of span) on the maximum deflection to
minimize the possibility of damage of adjacent nonstructural
elements (ISO 1977). For example, damage to non-load-bearing
partitions may occur if vertical deflections exceed more than about
10 mm (3∕8 in:) unless special provision is made for differential
movement (Cooney and King 1988); however, many components
can and do accept larger deformations.

Load combinations for checking static deflections can be
developed using first-order reliability analysis (Galambos and
Ellingwood 1986). Current static deflection guidelines for floor
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Notes:
1. Values are nominal design 3-s gust wind speeds in mi∕h (m∕s) at 33 ft (10 m) above ground for Exposure Category C.
2. Linear interpolation between contours is permitted.
3. Islands and coastal areas outside the last contour shall use the last wind speed contour of the coastal area.
4. Mountainous terrain, gorges, ocean promontories, and special wind regions shall be examined for unusual wind conditions.

FIGURE CC.2-1 10-Year MRI 3-s Gust Wind Speed in mi∕h (m∕s) at 33 ft (10 m) above Ground in Exposure C
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FIGURE CC.2-1 (Continued )
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Notes:
1. Values are nominal design 3-s gust wind speeds in mi/h (m/s) at 33 ft (10 m) above ground for Exposure Category C.
2. Linear interpolation between contours is permitted.
3. Islands and coastal areas outside the last contour shall use the last wind speed contour of the coastal area.
4. Mountainous terrain, gorges, ocean promontories, and special wind regions shall be examined for unusual wind conditions.

FIGURE CC.2-2 25-Year MRI 3-s Gust Wind Speed in mi∕h (m∕s) at 33 ft (10 m) above Ground in Exposure C
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FIGURE CC.2-2 (Continued )
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Notes:
1. Values are nominal design 3-s gust wind speeds in mi/h (m/s) at 33 ft (10 m) above ground for Exposure Category C.
2. Linear interpolation between contours is permitted.
3. Islands and coastal areas outside the last contour shall use the last wind speed contour of the coastal area.
4. Mountainous terrain, gorges, ocean promontories, and special wind regions shall be examined for unusual wind conditions.

FIGURE CC.2-3 50-Year MRI 3-s Gust Wind Speed in mi∕h (m∕s) at 33 ft (10 m) above Ground in Exposure C
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FIGURE CC.2-3 (Continued )
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Notes:
1. Values are nominal design 3-s gust wind speeds in mi/h (m/s) at 33 ft (10 m) above ground for Exposure Category C.
2. Linear interpolation between contours is permitted.
3. Islands and coastal areas outside the last contour shall use the last wind speed contour of the coastal area.
4. Mountainous terrain, gorges, ocean promontories, and special wind regions shall be examined for unusual wind conditions.

FIGURE CC.2-4 100-Year MRI 3-s Gust Wind Speed in mi∕h (m∕s) at 33 ft (10 m) above Ground in Exposure C
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and roof systems are adequate for limiting surficial damage in
most buildings. A combined load with an annual probability of
0.05 of being exceeded would be appropriate in most instances.
For serviceability limit states involving visually objectionable
deformations, reparable cracking or other damage to interior
finishes, and other short-term effects, the suggested load combi-
nations are

Dþ L (CC.2-1a)

Dþ 0.5S (CC.2-1b)

For serviceability limit states involving creep, settlement, or
similar long-term or permanent effects, the suggested load
combination is

Dþ 0.5L (CC.2-2)

The dead load effect, D, used in applying Eqs. (CC.2-1) and
(CC.2-2) may be that portion of dead load that occurs after
attachment of nonstructural elements. Live load, L, is defined in
Chapter 4. For example, in composite construction, the
dead load effects frequently are taken as those imposed after the
concrete has cured; in ceilings, the dead load effects may include
only those loads placed after the ceiling structure is in place.

CC.2.2 Drift of Walls and Frames. Drifts (lateral deflections)
of concern in serviceability checking arise primarily from the
effects of wind. Drift limits in common usage for building design
are on the order of 1/600 to 1/400 of the building or story height
(ASCE Task Committee on Drift Control of Steel Building
Structures 1988; Griffis 1993). These limits generally are
sufficient to minimize damage to cladding and nonstructural
walls and partitions. Smaller drift limits may be appropriate if
the cladding is brittle. West and Fisher (2003) contains
recommendations for higher drift limits that have successfully
been used in low-rise buildings with various cladding types. It also
contains recommendations for buildings containing cranes. An
absolute limit on story drift may also need to be imposed in light of
evidence that damage to nonstructural partitions, cladding, and
glazing may occur if the story drift exceeds about 10 mm (3∕8 in:)
unless special detailing practices are made to tolerate movement
(Freeman 1977; Cooney and King 1988). Many components can
accept deformations that are significantly larger.
Use of the nominal (700-year mean recurrence interval (MRI)

or 1,700-year MRI) wind load in checking serviceability is
excessively conservative. The following load combination, de-
rived similarly to Eqs. (CC.2-1a) and (CC.2-1b), can be used to
check short-term effects:

Dþ 0.5LþWa (CC.2-3)

in which Wa is wind load based on serviceability wind speeds
in Figs. CC.2-1 through CC.2-4. Some designers have used a
10-year MRI (annual probability of 0.1) for checking drift under
wind loads for typical buildings (Griffis 1993), whereas others
have used a 50-year MRI (annual probability of 0.02) or a
100-year MRI (annual probability of 0.01) for more drift-
sensitive buildings. The selection of the MRI for serviceability
evaluation is a matter of engineering judgment that should be
exercised in consultation with the building client.
The maps included in this appendix are appropriate for use with

serviceability limit states and should not be used for strength limit
states. Because of its transient nature, wind load need not be
considered in analyzing the effects of creep or other long-term
actions.

Deformation limits should apply to the structural assembly as a
whole. The stiffening effect of nonstructural walls and partitions
may be taken into account in the analysis of drift if substantiating
information regarding their effect is available. Where load
cycling occurs, consideration should be given to the possibility
that increases in residual deformations may lead to incremental
structural collapse.

CC.2.3 Vibrations. Structuralmotions offloorsorof the building
as a whole can cause the building occupants discomfort. In recent
years, the number of complaints about building vibrations has been
increasing. This increasing number of complaints is associated in
part with the more flexible structures that result from modern
construction practice. Traditional static deflection checks are not
sufficient to ensure that annoying vibrations of building floor
systems or buildings as a whole do not occur (Ad Hoc
Committee on Serviceability Research 1986). Whereas control of
stiffness is one aspect of serviceability, mass distribution and
damping are also important in controlling vibrations. The use of
new materials and building systems may require that the dynamic
response of the system be considered explicitly. Simple dynamic
models often are sufficient to determine whether there is a potential
problem and to suggest possible remedial measurements
(Bachmann and Ammann 1987; Ellingwood 1989).
Excessive structural motion is mitigated by measures that

limit building or floor accelerations to levels that are not
disturbing to the occupants or do not damage service equipment.
Perception and tolerance of individuals to vibration is dependent
on their expectation of building performance (related to building
occupancy) and to their level of activity at the time the vibration
occurs (ANSI 1983). Individuals find continuous vibrations
more objectionable than transient vibrations. Continuous vibra-
tions (over a period of minutes) with acceleration on the order of
0.005 g to 0.01 g are annoying to most people engaged in quiet
activities, whereas those engaged in physical activities or spec-
tator events may tolerate steady-state accelerations on the order
of 0.02 g to 0.05 g. Thresholds of annoyance for transient
vibrations (lasting only a few seconds) are considerably higher
and depend on the amount of structural damping present
(Murray 1991). For a finished floor with (typically) 5% damping
or more, peak transient accelerations of 0.05 g to 0.1 g may be
tolerated.
Many common human activities impart dynamic forces to a

floor at frequencies (or harmonics) in the range of 2 to 6 Hz
(Allen and Rainer 1976; Allen et al. 1985; Allen 1990a,b). If the
fundamental frequency of vibration of the floor system is in this
range and if the activity is rhythmic in nature (e.g., dancing,
aerobic exercise, or cheering at spectator events), resonant
amplification may occur. To prevent resonance from rhythmic
activities, the floor system should be tuned so that its natural
frequency is well removed from the harmonics of the excitation
frequency. As a general rule, the natural frequency of structural
elements and assemblies should be greater than 2.0 times the
frequency of any steady-state excitation to which they are
exposed unless vibration isolation is provided. Damping is also
an effective way of controlling annoying vibration from transient
events because studies have shown that individuals are more
tolerant of vibrations that damp out quickly than those that persist
(Murray 1991).
Several studies have shown that a simple and relatively

effective way to minimize objectionable vibrations to walking
and other common human activities is to control the floor
stiffness, as measured by the maximum deflection independent
of span. Justification for limiting the deflection to an absolute
value rather than to some fraction of span can be obtained by
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considering the dynamic characteristics of a floor system mod-
eled as a uniformly loaded simple span. The fundamental
frequency of vibration, f o, of this system is given by

f o =
π
2l2

ffiffiffiffiffi
EI

ρ

s
(CC.2-4)

in which EI = flexural rigidity of the floor, l = span, and ρ=w∕g
= mass per unit length; g = acceleration due to gravity 32.17 ft∕s2
(9.81 m∕s2), and w = dead load plus participating live load. The
maximum deflection caused by w is

δ= ð5∕384Þðwl4∕EIÞ (CC.2-5)

Substituting EI from this equation into Eq. (CC.2-3), we
obtain

f o ≈ 18∕
ffiffiffi
δ

p
ðδ inmmÞ (CC.2-6)

This frequency can be compared to minimum natural frequen-
cies for mitigating walking vibrations in various occupancies
(Allen and Murray 1993). For example, Eq. (CC.2-6) indicates
that the static deflection caused by uniform load,w, must be limited
to about 0.2 in. (5 mm), independent of span, if the fundamental
frequency of vibration of the floor system is to be kept above about
8 Hz. Many floors that do not meet this guideline are perfectly
serviceable; however, this guideline provides a simple means for
identifying potentially troublesome situations where additional
consideration in design may be warranted.

CC.3 DESIGN FOR LONG-TERM DEFLECTION

Under sustained loading, structural members may exhibit addi-
tional time-dependent deformations caused by creep, which
usually occur at a slow but persistent rate over long periods of
time. In certain applications, it may be necessary to limit
deflection under long-term loading to specified levels. This
limitation can be done by multiplying the immediate deflection
by a creep factor, as provided in material standards, that ranges
from about 1.5 to 2.0. This limit state should be checked using
load combination in Eq. (CC.2-2).

CC.4 CAMBER

Where required, camber should be built into horizontal structural
members to give proper appearance and drainage and to coun-
teract anticipated deflection from loading and potential ponding.

CC.5 EXPANSION AND CONTRACTION

Provisions should be made in design so that if significant
dimensional changes occur, the structure will move as a whole
and differential movement of similar parts and members that
meet at joints will be at a minimum. Design of expansion joints
to allow for dimensional changes in portions of a structure
separated by such joints should take both reversible and irre-
versible movements into account. Structural distress in the form
of wide cracks has been caused by restraint of thermal, shrink-
age, and prestressing deformations. Designers are advised to
provide for such effects through relief joints or by controlling
crack widths.

CC.6 DURABILITY

Buildings and other structures may deteriorate in certain
service environments. This deterioration may be visible upon

inspection (e.g., weathering, corrosion, and staining) or may
result in undetected changes in the material. The designer
should either provide a specific amount of damage tolerance in
the design or should specify adequate protection systems
and/or planned maintenance to minimize the likelihood that
such problems will occur. Water infiltration through poorly
constructed or maintained wall or roof cladding is considered
beyond the realm of designing for damage tolerance. Water-
proofing design is beyond the scope of this standard. For
portions of buildings and other structures exposed to weather,
the design should eliminate pockets in which moisture can
accumulate.
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APPENDIX CD

BUILDINGS EXEMPTED FROM TORSIONAL WIND LOAD CASES

As discussed in Section C27.3.6, a building will experience
torsional loads caused by nonuniform pressures on different
faces of the building. Because of these torsional loads, the four
load cases as defined in Fig. 27.3-8 must be investigated except
for buildings with flexible diaphragms and for buildings with
diaphragms that are not flexible meeting the requirements for
spatial distribution and stiffness of the main wind force resisting
system (MWFRS).

The requirements for spatial distribution and stiffness of the
MWFRS for the simple cases shown are necessary to ensure that
wind torsion does not control the design. Presented in Appendix D
are different requirements which, if met by a building’s MWFRS,
then torsional wind load cases need not be investigated. Many
other configurations are also possible, but it becomes too complex
to describe their limitations in a simple way.

In general, the designer should place and proportion the
vertical elements of the MWFRS in each direction so that the
center of pressure from wind forces at each story is located near
the center of rigidity of the MWFRS, thereby minimizing the
inherent torsion from wind on the building. In buildings with
rigid diaphragms, a torsional eccentricity larger than about 5% of
the building width should be avoided to prevent large shear
forces from wind torsion effects and to avoid torsional story drift
that can damage interior walls and cladding.

The following information is provided to aid designers in
determining whether the torsional wind loading cases (Fig. 27.3-8,
load cases 2 and 4) control the design. Reference is made to
Fig. CD-1. The equations shown in the figure for the general case

of a square or rectangular building having inherent eccentricity e1
or e2 about principal axis 1 and 2, respectively, can be used to
determine the required stiffness and location of the MWFRS in
each principal axis direction.

Using the equations contained in Fig. CD-1, it can be shown
that regular buildings (as defined in Chapter 12, Section 12.3.2),
which at each story meet the requirements specified for the
eccentricity between the center of mass (or alternatively, center
of rigidity) and the geometric center with the specified ratio of
seismic to wind design story shears can safely be exempted from
the wind torsion load cases of Fig. 27.3-6. It is conservative to
measure the eccentricity from the center of mass to the geometric
center rather than from the center of rigidity to the geometric
center. Buildings that have an inherent eccentricity between the
center of mass and center of rigidity and that are designed for
code seismic forces have a higher torsional resistance than if the
center of mass and rigidity are coincident.

Using the equations contained in Fig. CD-1 and a building
drift analysis to determine the maximum displacement at any
story, it can be shown that buildings with diaphragms that are not
flexible and that are defined as torsionally regular under wind
load need not be designed for the torsional load cases of
Fig. 27.3-6. Furthermore, it is permissible to increase the basic
wind load case proportionally so that the maximum displacement
at any story is not less than the maximum displacement under the
torsional load case. The building can then be designed for the
increased basic loading case without the need for considering
the torsional load cases.
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Notation 
B = Horizontal plan dimension of the building normal to the wind. 
L = Horizontal plan dimension of the building parallel to the wind. 
c.r. = Center of rigidity. 
c.p. = Center of wind pressure.  
k1i  = Stiffness of frame i parallel to major axis 1. 
k2j = Stiffness of frame j parallel to major axis 2. 
d1i = Distance of frame i to c.r. perpendicular to major axis 1. 
d2j = Distance of frame j to c.r. perpendicular to major axis 2. 
e1 = Distance from c.p. to c.r. perpendicular to major axis 1. 
e2 = Distance from c.p. to c.r. perpendicular to major axis 2. 
J = Polar moment of inertia of all MWFRS wind frames in the building. 
W = Wind load as required by standard. 
V1i = Wind force in frame i parallel to major axis 1.
V2 j = Wind force in frame j parallel to major axis 2.
x0, y0 = Coordinates for center of rigidity from the origin of any convenient x, y axes. 

Equations 
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Figure CD-1. Exemption from Torsional Load Cases
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APPENDIX CE

PERFORMANCE-BASED DESIGN PROCEDURES FOR FIRE EFFECTS ON STRUCTURES

CE.1 SCOPE

Design approaches that consider fire effects on structures are
generally categorized as either (1) standard fire resistance design
(also referred to as the prescriptive approach) or (2) performance-
based design (PBD). Although this appendix does not pertain to
and should not be used for standard fire resistance design, it is
discussed relative to PBD in this commentary.

Designers may elect to use PBD procedures for fire effects on a
structure to meet stakeholder design objectives as permitted by
Section 1.3.6 and alternative materials, design, and methods of
construction and equipment provision in the building codes.
When PBD procedures are used, the structure is typically
designed for primary gravity and environmental loads and is
then evaluated for fire exposure. An alternative material, design,
or method of construction typically requires approval where the
authority having jurisdiction finds that the proposed design is
satisfactory and complies with the intent of the building code.

Structural fire resistance is the structure’s ability to carry loads
during exposure to fire conditions as well as provide a barrier to
fire spread. Structural performance during fire exposure is often
simply expressed as Fire Resistance > Fire Effects (Buchanan
2002). Three design philosophies are used for comparing fire
resistance and fire effects, which are based on measures of time,
temperature, and strength.

Time is used for standard fire resistance ratings in the building
codes, where a particular configuration is shown, by testing or
equivalent analysis, to provide adequate resistance to a standard
fire exposure under test conditions for a period of time. Temper-
ature is used in situations where it is postulated that a particular
temperature will cause failure in a component or subsystem. A
maximum allowable temperature is specified, and thermal pro-
tection is provided for defined fire exposures to ensure that the
limiting temperature is not reached within the specified fire rating
or period of time. Strength compares applied gravity loads and
fire effects (e.g., thermally induced forces and deformations in
structural members) to the fire resistance (e.g., temperature-
dependent stiffness and strength) of the heated structural mem-
bers and connections.

CE.2 DEFINITIONS

STANDARD FIRE RESISTANCE DESIGN: Standard fire
resistance design methods are based on either the time or
temperature. Fire resistance is most often defined as an hourly
rating (e.g., 2-hour fire rated assembly) based on either results of
the standard fire test or equivalent analysis methods.

Standard fire resistance testing provides a method of rank
ordering through comparative testing of different structural
assemblies under controlled laboratory conditions. Each test uses
the same standard time–temperature curve, which continually

rises in temperature, to heat the structural members and
assemblies with an established set of failure criteria. Standard
time–temperature curves include ASTM E119 (2012) and
ANSI/UL 263 (UL 2011b); international standards include ISO
834 (1999), CAN/ULC S101 (ULC 2007), and BS 476-20
(BSI 1987). There are also standard fire curves for hydrocarbon
pool fires, such as ASTM E1529 (2010b) and UL 1709
(UL 2011a).

The standard furnace test has a standard time–temperature
curve that provides severe heating conditions for test assemblies
representative of field construction. Because of size limitations of
furnaces, members and assembly sizes are limited. For instance,
floor assemblies are typically tested at spans no greater than 17 ft
(5.2 m), whereas an actual floor span may be much greater.

The fire rating of a member or assembly is based on the first
failure criterion reached. For thermal response, there are temper-
ature failure criteria measured by thermocouples applied to
structural members. For flame and heat passage, the tested
assembly cannot allow for ignition of cotton waste on the
unexposed surface. For structural response, member deflections
cannot become excessive (though excessive deflection is usually
not explicitly defined in standard fire test methods). Fire resis-
tance directories (e.g., UL Fire Resistance Directory 2013)
provide a list of rated assemblies based on standard testing but
do not provide information about the failure criterion upon which
the listing is based.

When members or assemblies and their passive fire protection
are similar to those already tested, methods to calculate equiva-
lent performance for a standard fire test can be used to determine
the fire resistance rating (e.g., ASCE/SEI/SFPE 29-05 2007).
Analysis methods are available for structural members and fire
barrier assemblies made from structural steel, plain concrete,
reinforced concrete, timber and wood, concrete masonry, and
clay masonry.

Standard fire resistance testing and equivalence computations
do not include member connections, structural system response,
or natural fire exposure. Standard fire resistance testing and
equivalent analyses of hourly ratings do not provide the infor-
mation needed to predict the actual performance of a structural
system during structural design fires.

PERFORMANCE-BASED STRUCTURAL FIRE DE-
SIGN: Performance-based structural fire design is useful for
cases where standard fire resistance design would not address the
design objectives of stakeholders. For example, a performance-
based approach is appropriate for cases where performance of a
structure during structural design fires needs to be quantified to
properly assess risks to life safety and/or property protection.
Building code variances for structural fire protection may require
a performance-based approach to demonstrate the adequacy of an
alternative design. Performance-based analyses also provide

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 815

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



opportunities to develop alternative designs that are optimized
for aesthetics, functionality, and/or costs.
Acceptance of performance-based designs is subject to ap-

proval by the authority having jurisdiction. The designer must
demonstrate that the design provides a level of safety that is
equivalent or superior to that which would be attained by a design
that conforms to the code’s prescriptive criteria. Performance-
based structural fire design provides a level of safety that is based
on evaluation of structural system demand and capacity under
fire conditions. Since the prescriptive approach is based solely on
standard testing and does not consider structural system perfor-
mance, the level of safety provided cannot be quantified.
Consequently, there exists no practical method to quantitatively
compare the level of safety provided by a PBD to that provided
by the prescriptive approach. Therefore, it is the responsibility of
the designer to properly demonstrate to the authority having
jurisdiction that the PBD satisfies the required performance
objectives and complies with the general intent of the building
code.
The authority having jurisdiction should be contacted before

initiating a PBD process to determine if their office is capable of
and willing to support such alternative means, or if they have any
concerns or requirements that need to be addressed. A peer
review by an independent qualified party may be required by
the authority having jurisdiction as part of the PBD process.
Section 1.3.1.3 addresses PBD requirements for all types of load
and performance requirements.

CE.3 GENERAL REQUIREMENTS

The frequency of major building fires is relatively low because of
the small probability of ignition reaching flashover conditions
(see Section CE.5.2 for a discussion of flashover). Occupant or
fire department intervention and/or fire suppression system ex-
tinguishment of fire typically limit fire development before it
becomes uncontrolled (Hall 2013). However, certain events and/
or circumstances may result in uncontrolled fires that affect the
structural system. In such cases, structural integrity should be
maintained to ensure occupant life safety (see Section E.4.1).
This assumes that the structural system is not significantly
damaged by another hazard event, such as an earthquake or an
explosion.
The term “fire effects” includes thermal response and corre-

sponding structural deformations and loads induced by heating
and cooling of structural systems during fire exposure, as well as
temperature-dependent changes in structural stiffness and
strength, nonlinear geometric and material responses, and re-
strained thermal expansion or contraction. All structural materi-
als need to be evaluated for heating effects, but some materials,
such as wood, may not experience additional strains or stresses
from cooling effects. However, steel connections and fasteners
used in wood construction may need to be evaluated for cooling.
Fire effects may result in significant forces, rotations, deflections,
and deformations of members and connections. Section loss
resulting from fire exposure (e.g., because of spalling or charring)
may also contribute to these effects.
PBD includes development of quantifiable performance objec-

tives that are evaluated with appropriate analysis methods. The
portion of the structure affected by fire, which includes members
and connections as well as cooler surrounding sections that may
provide restraint against thermal expansion, should be considered
to determine the structural system performance and failure
modes.
Analysis techniques used to evaluate fire effects on structures

range in complexity from single element analyses to finite

element models that represent structural systems. Single mem-
bers (columns or beams) and their connections can be analyzed in
isolation for a structural design fire if reasonable assumptions can
be made about restraint beyond the member and its connections,
such as whether the rest of the structure provides rigid restraint to
a heated member or whether the restraint of shear studs in a
composite floor should be included or ignored.
Temperature-dependent strength and stiffness properties of

materials may be based on peak temperatures for a structural
design fire only if thermal expansion, restraint, and cooling
effects can be conservatively neglected. Such considerations
should include whether inelastic deformations, such as local
buckling that is induced by restraint of thermal expansion, affect
the member and connection behavior during cooling. For in-
stance, bolt tear-out may occur during cooling of steel framing,
which may result in member or subsystem failure. For composite
floors, the thermal expansion of steel beams will be restrained as
long as their shear stud connections remain intact.
Unlike single element analyses, finite element models of

structural systems are able to capture the effects of thermal
expansion, alternative load paths, secondary load-carrying
mechanisms (e.g., catenary action), nonlinear material response,
large displacement response, and connection performance. It is
essential that the scope and complexity of the analysis techniques
used to analyze structural response to structural design fires
address the performance objectives in Section E.4 and are
acceptable to the authority having jurisdiction.
The achievement of adequate performance and sufficient

continuity and ductility for alternate load paths following mem-
ber failure due to fire effects caused by a structural design
fire requires consideration of connection capacity between struc-
tural members and application of the load combination in
Eq. (2.5-1) with the appropriate resistance factors and member
capacities for the given construction materials, as discussed in
Section C2.5.
Since design and evaluation of structures for fire conditions is

inherently multidisciplinary, multiple design professionals may
be required. Design professionals may include structural engi-
neers, fire protection engineers, architects, and others. Provided
that multiple design professionals may be involved, the role and
responsibility of each design professional should be clearly stated
in contract documents.
For a standard fire resistance design, the architect usually

serves as the responsible party for satisfying code requirements
for structural fire protection. As such, the architect typically
selects qualified fire resistance assemblies from available listings,
perhaps with the consultation of fire protection engineers. For
performance-based structural fire design, a team consisting of
architects, fire protection engineers, and structural engineers is
typically required. The fire protection engineer, or a design
professional with similar qualifications, quantifies the fuel load,
evaluates structural design fires, and estimates the temperature
histories of structural systems. The structural engineer’s primary
responsibility is to evaluate the response of the structural system
to fire effects based upon the provided temperature histories. The
structural engineer may also assist the fire protection engineer in
determining which structural systems should be evaluated for the
structural design fires and in computing deformations of struc-
tural elements that may adversely affect the integrity of fire
resistance rated assemblies, such as fire barriers.

CE.4 PERFORMANCE OBJECTIVES

Performance objectives primarily address structural stability and
load path continuity, and requirements related to occupant egress.
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Project-specific performance objectives may also need to be
considered.

CE.4.1 Structural Integrity. Structural integrity supports life
safety during fire in buildings and other structures. Accordingly,
structural systems that support evacuation routes (e.g., corridors
and exit stairs) and refuge areas should be evaluated for stability
and load path continuity during structural design fires. Evaluation
of stability and load path continuity should consider all
supporting structural members and connections. For instance,
a column under fire exposure may become unstable if lateral
support elements lose their stiffness or load path continuity.

Stairways, horizontal exits, or even entire building floors may
be designated as areas of refuge so that occupants can remain
safely within the building during a fire. For instance, mobility-
impaired occupants may need to remain within an area of refuge
during a fire while awaiting rescue or evacuation assistance from
emergency responders. Since areas of refuge are meant to serve
as a place of safety according to the building codes, it is essential
that structural systems that support these areas maintain stability,
provide a continuous load path, and limit deformations through-
out the heating and cooling of the structure under fire exposure.

Building codes limit egress travel distances to exits (e.g., stair-
ways) but generally do not limit the total evacuation time. As the
vertical remoteness of occupants from the point of discharge to a
public way (e.g., a public street) is increased, the time required to
evacuate the building increases. Hence, special consideration
should be given to cases in which phased evacuation procedures
are expected and longer occupant egress times are anticipated.
For instance, in very tall buildings, occupants may be expected to
remain on upper floors for hours, and even if those occupants are
directed to use the stairways, the total evacuation may exceed one
hour (SFPE 2013). In these cases, the structural performance of
vertical exit stairways may represent a paramount concern to
designers.

Building codes typically do not mandate how a building is to
be evacuated, but there is often a requirement for certain build-
ings, such as tall buildings, to develop evacuation plans (SFPE
2013). Determination of the time frame necessary for occupant
egress and the intended function of refuge areas generally
requires the expertise of a fire protection engineer or a design
professional with similar qualifications.

CE.4.2 Project-Specific Performance Objectives. In addition
to the minimum requirements for structural integrity, project-
specific performance objectives may be required. Project-specific
performance objectives may address issues such as resilience
aspects that consider recovery, property protection, business
continuity, environmental protection, adequate structural
support of fire resistance rated assemblies to limit fire and
smoke spread, and/or structural support of ingress routes for
first responders.

A greater level of structural performance may be required than
that specified by Section E.4.1. For instance, the following
example performance objectives may be applied to limit struc-
tural damage based on Risk Category:

• For buildings and other structures that meet Risk Category I
criteria for low risk to human life in the event of failure, it
may be necessary to avoid structural collapse from fire
effects if the collapse is likely to damage valuable property
within the building or surrounding properties, including
other buildings and infrastructure systems.

• For buildings and other structures that meet Risk Category II
or III criteria, or for any Risk Category that would likely
damage surrounding properties if structural collapse

occurred, it may be necessary for the structure to endure
structural design fires such that the primary structural system
(e.g., columns, structural members having direct connec-
tions to columns, and lateral bracing members) remains
stable with a continuous load path to supporting members
during the heating and cooling of the structure. Damage to
structural members or assemblies that do not compromise
the stability of the primary structural system or continuity of
the load path could be allowed.

• For buildings and other structures that meet Risk Category
IV criteria, it may be necessary for the structure to endure
structural design fires such that the entire structural system
remains stable with a continuous load path to supporting
members during the heating and cooling of the structure.

When designing to limit structural damage, buildings and
other structures that meet Risk Category IV criteria may require
that structural integrity be maintained for the entire structural
system for structural design fires. By maintaining load path
continuity and structural stability, enhanced property protection
of adjacent areas of the building may be achieved, allowing for
rapid reoccupation of areas not directly affected by fire exposure.
For instance, if a critical facility experiences a severe fire in a
given area, if structural integrity is maintained during and after
the fire, such that there is no localized collapse and smoke
damage and flame spread are contained, repair and recovery
efforts will be limited primarily to the fire-affected areas.

Environmental protection objectives may include limiting the
release and spread of hazardous or toxic chemicals to the air,
ground and surfaces, or waterways because of loss of structural
integrity.

It is desirable for fire-rated resistance assemblies to remain
functional (resist fire spread and maintain adequate strength and
stiffness for structural integrity) during structural design fires.
Three limit states would need to be considered to evaluate fire
resistance rated assemblies (e.g., fire barriers): (1) heat transmis-
sion leading to unacceptable rise of temperature on the unex-
posed surface, (2) breach of the barrier caused by loss of support,
cracking, or loss of integrity, and (3) loss of load-bearing
capacity. All three contribute to performance of fire resistance
rated assemblies.

It is desirable for load-carrying elements (e.g., fire-rated floors
and walls) that also serve as fire barriers to not have their fire
resistance impaired because of deformations or other fire effects.
When a fire resistance rated assembly is not load-bearing, the
deformation of structural members supporting the assembly
should not compromise its performance. However, criteria for
limiting deformation of structural members supporting nonstruc-
tural fire resistance rated assemblies is not readily available. Fire
resistance rated systems are qualified based on results of standard
testing in which the supporting boundaries of the furnace
(e.g., concrete floor) do not undergo deformation during heating.
Addressing such performance objectives may require the design-
er to develop specific performance criteria per the discretion of
the authority having jurisdiction.

CE.5 THERMAL ANALYSIS OF FIRE EFFECTS

Section E.5 provides requirements for determining structural
design fires and the thermal response of structural members and
connections. Structural design fires have the potential to affect
the integrity and stability of a structure. Development of struc-
tural design fires involves consideration of compartment layout,
boundary materials, ventilation, and fuel load that combine to
create conditions that potentially threaten the structural system.

Minimum Design Loads and Associated Criteria for Buildings and Other Structures 817

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



The designer should consider a sufficient number of structural
design fires to properly address the risks with consideration of
uncertainty associated with heating parameters. Based
upon the time-dependent thermal boundary conditions from fire
exposure, the thermal response of structural members and con-
nections can be determined based upon principles of heat
transfer.

CE.5.1 Fuel Load. Structural design fires depend on the fuel
load and its distribution. Fuel load is commonly expressed as a
fuel load density, or fuel load per unit floor area. NFPA 557
(2012b) establishes a basis for selecting fuel load density and
distribution. Other methods may be used if acceptable to the
authority having jurisdiction. Although the fuel load density
concept implies a uniform distribution of combustibles in
compartments, the actual distribution of combustibles may
need to be addressed for analyses of structural design fires
where localized heating effects may be significant.
The fuel load based on the contents of a building, space, or

area typically varies because combustible materials release dif-
ferent levels of thermal energy when burning. For instance,
plastics generally release more energy per unit mass than wood
products. The conversion of building contents into an equivalent
mass based upon their potential energy provides a consistent
basis for determining the total energy of the fuel load. The fuel
load in equivalent mass measured in pound mass (lbm) (kilo-
grams (kg)) can be readily converted into total energy measured
in British thermal units (Btu) (kilojoules (kJ)) for use in charac-
terization of structural design fires.

CE.5.2 Structural Design Fires. Structural design fires are
structurally significant fires based on the physical parameters,
such as building layout, compartment boundary materials
(e.g., walls), ventilation openings (e.g., doors and windows),
and fuel load that are specific to a particular building space or
spaces. Structurally significant fires include those that are not
controlled by active fire protection systems, such as automatic
fire sprinklers or firefighting efforts. Other design fires
considered for fire detection, evacuation, or other fire-related
issues may not be structurally significant fires.
Provided that there is sufficient oxygen available to support

combustion, the duration of a structural design fire is dependent
upon the heat release rate history of the fire and the total energy
of the fuel load. A structural design fire reaches burnout when
either the available fuel load is fully consumed or there is
insufficient oxygen to support combustion. The materials in-
volved in a fire significantly affect the heat release rate history.
Hence, the heat release rate history of a fire is not necessarily
correlated with the total energy of the fuel load.
Structural design fires should be evaluated using methods

acceptable to the authority having jurisdiction. In certain cases,
it may be necessary to perform fire modeling to evaluate struc-
tural design fires. Fire modeling generally requires the expertise
of a fire protection engineer or a design professional with similar
qualifications. Most fire models simulate the effects of fire
(e.g., hot air and smoke flows) and not the phenomena of
combustion and flame spread. Where fire modeling is required
to determine time-dependent thermal boundary conditions on the
structural system, the designer should substantiate the model
according to SFPE G.06 (2011a).
Based upon the fuel load, ignition(s), and arrangement of

compartments and ventilation openings, a structural design fire
may be broadly defined as one of the following types: enclosure
fire, localized fire, exterior fire, or traveling fire. SFPE S.01
(2011b) provides methods to determine time-dependent thermal
boundary conditions on a structural system caused by a structural

design fire for either enclosure or localized fires. NFPA 80A
(2012a) provides similar methods for exterior fires.
Events such as an earthquake or flood may result in enclosure,

localized, and/or traveling fires within a building. Postevent fires
may have compounding factors such as dispersed flammable
contents, electrical malfunctions, interrupted power and/or water
supplies, damage to fire sprinkler systems, or overextended
emergency responders. Also, structural damage caused by a
severe event may be exacerbated by a fire (e.g., reinforcing steel
exposed by concrete spalling at a connection or loss of member
insulating materials).
Enclosure Fire. An enclosure fire is affected by the compart-

ment(s) in which it is contained. As a hot upper gas layer forms
with the progression of fire, it reradiates heat back to the fire and
fuel packages. The compartment boundaries may radiate inward
as well. These conditions may eventually lead to flashover, at
which point the fire is considered to be a fully developed fire.
Flashover occurs when there is a rapid transition from localized
burning to simultaneous burning of all combustible materials
within the enclosure. Flashover can only occur in an enclosed
compartment with sufficient fuel and ventilation, where the
ceiling can trap hot gases that lead to radiant heating of all fuels
to the point of combustion.
In most fires, there is variability in the fire size, depending on

which items are ignited first and how the fire grows and spreads.
Focusing on fully developed fires eliminates much of this
variability since a fully developed (postflashover) fire is less
sensitive to which items are ignited first and how the fire grows.
For PBD analyses, neglecting the heating of the structure during
the growth stage of a fire is usually a reasonable assumption since
heating of the structure during the fully developed stage is much
greater than heating during the growth stage.
Localized Fire. A localized fire burns combustibles at a given

location and does not reach flashover. Localized burning occurs
in open exposures, large spaces, areas with high ceilings, or other
locations that are not conducive to flashover. This typically
occurs in relatively large compartments or spaces, when the fuel
is concentrated within a region. Fires that do not reach flashover
may produce localized heating on the structure.
Exterior Fire. Exterior fires may lead to ignition and subse-

quent fire exposure within a building, possibly on multiple floors.
For example, buildings in close proximity may mutually increase
the risk of a large fire exposure through heat exchange between
buildings. Flame impingement and convective heat transfer from
exterior fires, sometimes from fires extending out windows from
lower floors, may also create a fire hazard.
Traveling Fire. A traveling fire is characterized by the spread

of fire from combustible to combustible across an open plan that
does not burn simultaneously throughout the entire compartment.
These fires move across areas as flames spread, burning over a
limited area at any one time. Traveling fires are characterized by
areas with combustibles that are not yet burning, a fire front with
generally intense heating, and a trailing region where fuels have
been largely consumed.

CE.5.3 Heat Transfer Analysis. The thermal response of the
structural system depends on the structural design fire and the
three modes of heat transfer: conduction, convection, and
radiation. All three modes of heat transfer typically occur
when a structure is heated by fire.
Heat transfer analysis methods are specific to the material’s

physical and chemical response to heat and are used for homo-
geneous and nonhomogeneous materials. Material responses
may include charring, intumescing, dehydration, phase changes,
and chemical reactions. These material responses and associated
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properties may significantly affect how heat transfer analyses are
conducted.

Relevant material thermal properties for heat transfer analyses
include density, thermal conductivity, emissivity for exposed
surfaces, and specific heat (which may include heat effects
caused by phase change, if any). Many of these material proper-
ties have strong temperature dependence. Sources with tempera-
ture-dependent thermal properties for steel, concrete, masonry,
and timber are listed here:

• ACI/TMS. (2007). Code Requirements for Determining
Fire Resistance of Concrete and Masonry Construction
Assemblies, ACI 216.1-07/TMS-216-07.

• American Wood Council (AWC). (2015). National Design
Specification (NDS) for Wood Construction, AWC NDS-
2015.

• European Committee for Standardisation. (2004a). Euro-
code 2: Design of Concrete Structures. Part 1–2: General
Rules—Structural Fire Design, EN 1992-1-2.

• European Committee for Standardisation. (2005). Eurocode
3: Design of Steel Structures. Part 1–2: General Rules—
Structural Fire Design, EN 1993-1-2.

• European Committee for Standardisation. (2004b). Euro-
code 5: Design of Timber Structures. Part 1–2: General—
Structural Fire Design, EN 1995-1-1.

• European Committee for Standardisation. (2003). Eurocode
6: Design of Masonry Structures. Part 1-2: General Rules—
Structural Fire Design, EN 1996-1-2.

• Forest Products Laboratory (FPL). (2010). Wood Hand-
book: Wood as an Engineering Material, Forest Products
Laboratory General Technical Report FPL-GTR-190.

• Kodur, V., and Harmathy, T. (2008) Properties of Build-
ing Materials, SFPE Handbook of Fire Protection
Engineering.

For design purposes, constant values of thermal properties can
be used if they yield conservative results. Depending on the
heating or cooling conditions at exposed surfaces, applicable
values for convection heat transfer coefficient should be used.
Thermal insulation should be analyzed using the specified mini-
mum thickness.

Heat transfer analyses inherently assume that the materials
remain in place during the fire exposure. If insulating materials
are expected to fail during a structural design fire, either the heat
transfer analyses should account for the resulting increased
heating of the structure or the insulation design should be
modified. The deformations of structural members during struc-
tural design fires may need to be considered as part of the
evaluation of mechanical integrity of fire resistance rated
assemblies.

The temperature histories of structural members and connec-
tions comprising the structural system should be determined
using heat transfer analyses as permitted in SFPE S.02 (2014).
Other approved methods may be used if acceptable to the
authority having jurisdiction.

CE.6 STRUCTURAL ANALYSIS OF FIRE EFFECTS

Structural analysis of fire effects requires consideration of the
heated members and connections with consideration of the entire
structural system. A single member analysis may be justified
where only a single member is affected by a fire without
consequential effects from surrounding members. A systems
approach requires consideration of thermal expansion of heated
sections and restraint by cooler adjacent framing, thermally
induced forces and displacements on connections, the response

of floor systems, and thermally induced failure modes across the
structure (McAllister et al 2013). Structural elements may have
large deflections that are an order of magnitude greater than
deflection limits normally anticipated for structures (McAllister
et al. 2012). Large deflections may induce forces in adjacent
structural assemblies (e.g., members and connections).

Thermal Expansion and Restraint. Floor systems may
experience thermal restraint during heating from columns and
cooler adjacent floor members; interior bays typically experience
more thermal restraint than exterior bays. Columns, on the other
hand, typically do not experience significant thermal restraint
from floor systems. However, if there is lateral bracing in place, it
may impose some thermal restraint on the braced column section,
depending on the framing geometry and member temperatures, if
the bracing members and adjacent column are at a significantly
lower temperature.

A temperature gradient through the depth or thickness of a
structural element causes differential thermal expansion between
the hotter and cooler external surfaces. Differential expansion
results in curvature for simply supported members. For members
with partial or full rotational end restraint, a temperature gradient
results in a strain gradient through the depth of the member
because of thermal restraint.

The effect of thermal expansion and contraction needs to be
carefully considered. Thermal expansion and contraction of
construction materials may generate forces sufficient to cause
yielding or fracture, depending on the temperature reached and
the degree of restraint provided by the surrounding structural
system to the thermally induced actions (Gillie et al. 2002). In
fact, thermal restraint may dominate the behavior of framing
systems, particularly floor systems, with degradation of stiffness
and strength a secondary factor (Bailey et al. 1999). Fire-exposed
elements that have experienced plastic deformations caused by
weakening and thermal restraint may experience tensile strain as
the structure cools and may induce forces in adjacent structural
assemblies (e.g., connections), depending on the level of thermal
restraint.

Columns. Fire effects on steel columns include loss of
strength and stiffness, thermal expansion, and P-delta effects
under thermal gradients, which may affect global and local
column buckling strength. Design procedures for fire effects on
steel compression members are provided in Appendix 4 of AISC
(2010). The equations are based on analyses conducted by
Takagi and Deierlein (2007). The effects of thermal gradients
on the axial-moment capacity of steel wide-flange sections are
discussed by Garlock and Quiel (2008). Analyses by Seif and
McAllister (2013) indicate when elevated temperatures may
result in local and global buckling modes of steel wide-flange
sections.

Fire effects on concrete columns include loss of strength and
stiffness in both the concrete and reinforcement. The primary
causes of fire damage to concrete are deterioration in mechanical
properties of the cement paste and aggregate, cracking, and
spalling (Khoury 2001). Spalling occurs in normal-weight con-
crete as well as high-strength concrete (Hertz 2003). Concrete
cover serves as insulation for reinforcement, so concrete cracking
or spalling allows direct heating of reinforcement. Lie and Irwin
(1993) provide models based on experimental data for predicting
the performance of reinforced concrete columns with rectangular
sections, based on axial deformations and temperature through
the concrete section. Kodur and McGrath (2003) present experi-
mental results for high-strength concrete columns that include the
effects of concrete materials, loading, and spacing of ties. Kodur
and Phan (2007) describe the factors that influence spalling in
high-strength concrete members.
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Floor Systems. A study of steel beams and composite floor
systems exposed to a range of heating scenarios (Moss et al.
2004) found that the system behavior at elevated temperatures
caused interrelated changes in the deflected shape, axial force,
bending moments, and internal stresses that varied with the type
of support condition and thermal restraint.
Composite floor systems tested at Cardington (British Steel

1999) and for the FRACOF (Zanon et al. 2011) and COSSFIRE
(Zhao and Roosefid 2011) programs found that composite floors
with beam lengths less than 30 ft (9 m) did not experience
failures during the heating phase, but connection failures did
occur during the cooling phase if significant deformation oc-
curred in the floor beams during heating. Wang et al. (2011)
found that connection types and axial restraint for floor beams
influenced the response of floor systems, primarily during the
cooling phase. In contrast, the WTC 7 numerical analysis of
composite floors predicted that shear stud and beam connections
failed during the heating phase of long-span composite floor
systems with one-sided beam-to-girder floor beams of 50- to 56-ft
(15- to 17-m) length (McAllister et al. 2012). This numerical
prediction was not verified through observation or physical fire
testing because of the large size of the floor bays and inability to
scale structural responses to fire. Shear stud failure has not been
observed in any fire event or in any structural fire tests. The lack of
observations may be caused by the limitations of full-scale
structural fire tests to date. In structural fire tests, floor beam
length is typically less than 20–30 ft (7–10 m), columns and
connections are often protected from heating, and/or substantial
restraint of the steel beam and concrete slab prevents thermal
expansion of the composite section. Failure modes for many
structural fire tests with shorter, restrained floor beams tend to
occur during the cooling phase at the beam-to-column connection
(Bisby et al. 2013). Bailey et al. (1999) and Elghazouli and
Izzuddin (2001) assessed the performance of the Cardington floor
systems and identified response mechanisms of the floor system to
heating and cooling effects. Bailey (2004) presents a performance-
based design approach that considers membrane action in the
composite floor system.
Reinforced concrete floors, including cast-in-place and pre-

cast/prestressed construction, are typically designed by providing
a specified cover thickness over reinforcement. In general, there
is little guidance for the PBD of concrete floor systems for
structural design fires. However, PCI (2011) provides design
guidance for precast and prestressed concrete floor systems.
Whereas heating of reinforcement is to be avoided, the heating
of prestressed strands in floor systems should be of particular
concern, as loss of prestress may significantly degrade the floor
system performance.
Floor Connections. The performance of connections needs to

be considered in the structural analysis of fire effects, particularly
connections in floor systems. For instance, steel shear connec-
tions may experience bolt shear, local buckling or tear-out of
connection plates, or local buckling of the beam flange near the
connection. Parametric studies of single plate shear (fin) con-
nections (Yu et al. 2009; Selamet and Garlock 2010; Hu and
Engelhardt 2011) and double angle connections (Pakala et al.
2012) identified critical dimensions and component interactions
that control connection behavior at elevated temperatures. Huang
et al. (1999) evaluated the role of shear stud connections by
comparing models with varying levels of composite action
against test data from the Cardington fire tests of composite
beams.
Heating of concrete and reinforcement in concrete framing

(cast-in-place or precast) may result in concrete spalling that

accelerates reinforcement heating and loss of strength in the
reinforcement.
Failure Modes. Fire-induced failure modes include large

deflections, member buckling (local, global, or lateral torsional),
connection failures (bearing, bolt tear-out, bolt shear, or weld
failure), reinforcement and anchorage failures, and section loss
(concrete spalling, cracking, or crushing or charred timber
sections).
As temperatures increase sufficiently to reduce the strength

and stiffness of the cross section, yielding or buckling modes
may occur at arbitrary point-in-time (service) load levels. If such
weakening occurs for members with temperature gradients, the
resulting gradient in member stiffness and strength can alter the
combined axial load and moment resistance of the member
(Garlock and Quiel 2008). The strength and stiffness gradient
may also cause the member centroid (i.e., center of strength and
stiffness) to shift toward the cooler (i.e., stronger) side of the
cross section. This centroidal shift induces moments in axially
loaded elements.

CE.6.1 Temperature History for Structural Members and
Connections. Temperature histories of structural members and
connections depend on the thermal response for structural design
fires. Temperature histories may include thermal gradients across
a section or along a member length.
Thermal finite element analyses typically use 2D or 3D models

with a fine mesh of solid elements (element size on the order of
inches (centimeters)), whereas structural analyses typically use a
coarser mesh of shell and/or beam elements (element sizes on the
order of feet (meters)). Careful consideration should be given to
the tradeoff between optimal model features for each analysis
versus mapping of temperatures between two sets of nodal data.
For example, a simplistic heat transfer model, such as the lumped
mass method, provides uniform temperatures; uniform tempera-
tures may be inappropriate for a structural system that is likely to
experience significant temperature gradients. There may be
situations where it is appropriate to use the same mesh discre-
tization in the thermal and structural models, so that transfer of
nodal temperature data is seamless.
In most cases, results from heat transfer models are mapped to

significantly fewer nodes of beam and shell elements in structural
models. The average rate of temperature changes in structural
members and connections typically occurs on the order of
minutes, and temperature data sets for the structural system can
be input at set intervals to reflect the progress of heating and
cooling. Temperatures may be interpolated linearly between the
data sets during the structural analysis.

CE.6.2 Temperature-Dependent Properties. At elevated
temperatures, the strength and stiffness of the material(s)
comprising a structural assembly change. Sources for strength
and stiffness degradation for steel (including prestressing steel),
concrete, masonry, and timber are listed here:

• American Concrete Institute. (ACI). (2007). Code Require-
ments for Determining Fire Resistance of Concrete and
Masonry Construction Assemblies, ACI/TMS.

• ACI. (2001). Guide for Determining the Fire Endurance of
Concrete Elements (Reapproved 2001), 216R-89.

• American Institute of Steel Construction. (AISC). (2010).
Specification for Structural Steel Buildings, 14th Ed.,
Appendix A4, “Structural Design for Fire Conditions.”

• American Wood Council. (AWC). (2015). National Design
Specification (NDS) for Wood Construction, ANSI/AWC.
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• AWC. (2003). Calculating the fire resistance of exposed
wood members, TR10.

• ASTM International. (2006). Significance of Tests and
Properties of Concrete and Concrete-Making Materials,
ASTM STP 169D.

• European Committee for Standardisation. (2005). Eurocode
3: Design of Steel Structures. Part 1–2: General Rules—
Structural Fire Design, EN 1993-1-2.

• European Committee for Standardisation. (2004a). Euro-
code 2: Design of Concrete Structures. Part 1–2: General
Rules—Structural Fire Design, EN 1992-1-2.

• National Institute of Standards and Technology. (NIST).
(2010). Best Practices Guidelines for Structural Fire Resis-
tant Design of Steel and Concrete Buildings.

• Precast/Prestressed Concrete Institute. (PCI). (2011). De-
sign for Fire Resistance of Precast/Prestressed Concrete,
Third Ed., MNL-124-11.

The Eurocode defines separate curves for material properties at
elevated temperatures for the proportional limit and the yield
stress. However, the yield stress at elevated temperatures is often
defined at a 0.02 strain in the Eurocode. For ambient tempera-
tures, the yield stress is defined at a 0.002 offset strain (other
methods are also permitted as defined in ASTM A6/A6M
(2010a), and the proportional limit is not defined by an ASTM
test method. However, values for the proportional limit are given
in AISC (2010) Appendix 4 in terms of the ratio to the yield
strength. The analyst should be careful to note these distinctions
in material models.

Where possible, temperature-dependent material properties
should be obtained from consensus standards. Alternative
sources of data, such as research studies and independent
tests, may provide useful data. However, reliance upon a
single test or source of data should be avoided. At a minimum,
test data from several sources should be collected and used to
develop a representative set of temperature-dependent material
properties.

CE.6.3 Load Combinations. For extraordinary events, such as
structurally significant fires, load combinations 2.5-1 and 2.5-2
are used to evaluate the structural system performance. This load
combination was developed for extraordinary events that may
lead to ultimate limit states such as gross inelastic deformation or
partial collapse.

Load combination 2.5-1 is used to perform a safety check on a
structure designed for the basic load combinations at room
temperature conditions and to evaluate the effect of elevated
temperatures. The force in structural members caused by fire
effects, Ak , has a load factor of 1.0 (Ellingwood and Corotis
1991; Ellingwood 2005). The live load factor of 0.5 is intended
for typical occupancies and arbitrary point-in-time live loads that
likely exist during a significant fire. The 0.5 live load factor is
also used in other load combinations in Section 2.3 when live
load is a companion load and not the principal load. Note that
the live load in this load combination differs from the approach
used in standard fire test methods, where the assembly is loaded
to its design limit for member stress during the standard fire
exposure, which represents the application of the full dead and
live load.

Whereas gravity loads for the structure remain constant
during most fires (assuming that most of the building contents
are not burning), time-dependent temperature histories may
result in time-varying member strength and thermally induced
forces, depending on the temperatures reached by structural
members.
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access floors, seismic design requirements, 127–128, 610
accidental mass eccentricity, 175, 186, 570, 697–698
active fault, defined, 77
additions, 5, 77. See also alterations
adequate structural strength, use of term, 410
aerodynamic shade, snow drifts and, 59–61, 59e, 62f, 63f, 497–

498, 498f, 499f
aerodynamic wind loads, on tall buildings, 754
aeroelastic model (AM), wind tunnel test, 793
air-permeable cladding, wind loads, 333, 781–783, 782f
air-supported structures, snow loads, 54, 494
aleatory uncertainty, 35
defined, 466

Alfred P. Murrah Federal Building, 411
“all heights” method. See enclosed, partially enclosed, and open

buildings of all heights
allowable stress design (ASD)
defined, 1
load combinations, 8–9, 420–421, 421t
procedures, 2, 405
requirement to use, 417
seismic design criteria, 525

along-wind response. See gust effects, wind loads
alterations, 393
defined, 77

amusement structures, 152
anchorages
access floors, 603–605
in concrete, 637
fall arrest and lifeline, loads and, 16, 436
in masonry, 143, 144, 150
nonbuilding structures, 150, 155, 155t, 637
nonstructural components, 125, 603–605, 605f
structural walls, 4, 108–109, 108e
tanks and vessels, 644, 644f

appendage, defined, 77
approval, defined, 77
approved, defined, 21, 245
approximate fundamental frequency, 751–753, 752e, 752f, 753e
approximate fundamental period, 102, 102e, 561–562, 561f
arched roofs, wind loads MWFRS directional procedure, 278f
architectural components, seismic design requirements,

125–128, 126e, 126t, 127t, 128e, 146, 605–611, 608–609t,
611f

ASCE Tsunami Design Geodatabase, 25, 26f, 32, 33f, 456, 465,
465f

atmospheric icing, 69–76, 517–523
definitions, 69, 518–519
design procedure, 71
design temperatures for freezing rain, 70f, 71, 72–73f, 522
ice loads caused by freezing rain, 70–71, 70e, 70f, 71e, 72–73f,
74f, 75f, 76f, 519–521, 520f, 521t

partial loading, 76, 522
site-specific studies, 69
wind on ice-covered structures, 71, 72–73f, 74f, 75f, 76, 521–
522, 522t

attached canopy, defined, 245
on buildings, 380

attachments, defined, 78, 526–527, 527f
attics (uninhabitable), live loads, 18

balconies and decks, live loads, 433–434
barrel vault roofs, snow loads, 54, 59, 495, 497
base
defined, 78
seismic design criteria, 527–529, 527f, 528f, 529f

base flood, defined, 21
base flood elevation (BFE), defined, 21
base level, defined, 167
base shear, defined, 78
base slab averaging
defined, 197
soil-structure interaction, 201, 201e, 707, 707f

basic wind speed, defined, 245
Bathymetric profile, defined, 25
bearing walls
alternative structural design criteria, 114–119, 114f, 115t,
116e, 118e, 119e

defined, 81
boilers and pressure vessels, seismic design requirements, 133,

159–160, 616
boundary elements, defined, 78
braced frame, defined, 79
breakaway wall
defined, 21
flood loads, 21, 440

building, defined, 1, 78
building appurtenances and rooftop structures and equipment
wind loads, components and cladding, 375–382, 375e, 379f,
379t, 380e, 380f, 380t, 381f, 382t

see also wind loads on building appurtenances and other
structure, MWFRS (directional procedure)

building envelope products, C&C ratings for, 740
building frame system, defined, 79
building structure. See seismic design requirements, building

structure
building types, defined
enclosed, 245, 732
envelope, 246
flexible, 246, 732
low-rise, 245
open, 245, 732
partially enclosed, 245, 732
partially open, 246, 732
regular-shaped, 246, 732
rigid, 246, 732
simple diaphragm, 246
torsionally regular under wind load, 246

cables
material-specific seismic design and detailing requirements,
136, 620

wind on ice-covered, 521–522, 522t
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camber, 395, 811
cantilevered column system, defined, 78
cantilevered storage racks, seismic design requirements, 638,

638f
ceilings, accoustical tile standard, 610
ceilings, seismic design requirements, 127, 607, 608–609t, 610
change of use provisions, 393
channelized scour, defined, 86
characteristic earthquake, defined, 78
chimneys and stacks, seismic design requirements, 152, 640
circular bins, wind loads
components and cladding, 382, 382e, 382t, 383f, 384–385f,
385, 386f, 387f, 788–789, 789f

MWFRS directional procedure, 322, 326f, 327, 327e, 328f,
329f, 776, 776–777

circular sector, defined, 743
classification, of buildings and other structures
risk categorization, 4–5, 4t, 5t, 412–414, 413f
toxic, highly toxic, and explosive substances, 5, 414–415

climate data, estimation of basic wind speeds from regional, 249,
740–741

closure ratio (inundated protected area), defined, 25
coastal A-zone, defined, 21, 439–440
coastal high hazard area (V-zone), defined, 21, 439–440
cold-formed steel light frame construction, seismic design and

detailing requirements, 135–136, 619–620
collapse, of buildings, 410–411
collapse prevention structural performance level, defined, 25
collector (drag strut, tie, diaphragm strut), defined, 78
component importance factor, 121, 595
component period, 124–125, 124e, 602–603
components and appurtenances
defined, 69, 78, 526–527, 527f
see also building appurtenances and rooftop structures and
equipment

components and cladding (C&C), 731, 740
defined, 246, 732
see also wind loads, components and cladding

composite steel and concrete structures, seismic design and
detailing requirements, 142, 627–628

concentrated live loads, 13, 435
concentrically braced frame (CBF), defined, 79
concrete
anchorages in, 150
chimneys and stacks, 152, 640
definitions, 78

concrete, seismic design and detailing requirements
composite steel and concrete structures, 142, 627–628
diaphragms, 139–142, 141f, 142f, 622–627, 622f, 623f, 624f,
625f, 626f, 627f

foundations, 136, 621
piles, 137–139, 137e, 138–139e, 621–622
precast structural walls, 136, 621
shear walls, 136–137, 621

conduits and cable distributions systems, seismic design
requirements, 131

connection, defined, 136
connector, defined, 136, 621
construction documents, defined, 78
containment systems (secondary), seismic design requirements,

153, 640–641
continuous beam systems, snow loads, 54, 57
controlled drainage, defined, 65
cool roof slope factor, snow loads and, 54, 59f
counteracting structural actions, basic requirements, 3

coupling beams, 143–144
defined, 78

crane loads, 17–18, 437
critical action, defined, 78
critical equipment/critical systems, defined, 25
critical facility, defined, 25
curved roofs, snow loads and, 54, 58–59, 60f, 495, 497

damping device, defined, 181
damping system, defined, 181
damping systems, seismic design requirements
alternative procedures and acceptance criteria, 189–196, 189e,
190e, 191e, 191t, 192e, 193e, 194e, 195e, 195t, 196e, 699–
701, 699f, 700e, 700f, 700t

damping systems distinguished from seismic force-resisting
systems, 693, 694f

design review, 187, 698
general design requirements, 183–185, 183e, 185e, 693–697,
696f

nonlinear response history, 186–187, 697–698, 697t
testing, 187–189, 698–699

data-base assisted design, wind tunnel procedure, 794
dead loads, 11–12, 425, 426–427t
deadweight tonnage (DWT), defined, 25
debris impact loads. See impact loads
deformability, elements defined, 78
deformation, types defined, 78
deformation-controlled actions
defined, 78
global acceptance criteria, 166, 166t, 670–671, 670t

design earthquake, types defined, 78
design earthquake ground motion, defined, 78
design flood, defined, 21
design flood elevation (DFE), defined, 21
design force, defined, 246
design pressure, defined, 246
design professional, defined, 80
design strength, defined, 1, 27, 80
design tsunami parameters, defined, 27
design wind speeds, ASCE 7-93 to 7-10, 740t
designated seismic systems
certification required, 597–598
defined, 78
design requirements, 122

detailed plain concrete structural wall, defined, 136
deterministic seismic hazard analysis (DSHA), 711, 713, 723
diaphragm boundary, defined, 78
diaphragm chord, defined, 78
diaphragm flexibility, seismic design requirements, 95t, 96–98,

96e, 96f, 97t, 98f, 98t
diaphragms
buildings exempted from torsional wind load cases, 397–399,
398f, 399f

concrete, seismic design and detailing requirements, 139–142,
141f, 142f, 622–627, 622f, 623f, 624f, 625f, 626f, 627f

defined, 246, 732
steel, seismic design and detailing requirements, 136, 620
types, defined, 78

diaphragms, chords, and collectors, seismic design, building
structures, 90–92t, 95t, 106–108, 106e, 106f, 107e, 107f, 108t

directional procedure
defined, 246
see also wind loads on buildings, MWFRS directional
procedure; wind loads on building appurtenances and other
structures, MWFRS directional procedure
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displacement restraint system, defined, 167
displacement-dependent damping device, defined, 181
displacements, seismic demands on nonstructural components,

124, 124e
distribution systems
defined, 78
seismic design criteria, 529–530
seismic design requirements, 131–133, 614

domed roofs
snow loads, 59, 497
wind loads, components and cladding, 350f
wind loads, MWFRS directional procedure, 277f, 767–768

drainage systems. See rain loads
drift, defined, 51
drift and deformation, seismic design requirements, 109–110,

109t
drifts on lower roofs (aerodynamic shade), snow and, 59–61,

59e, 62f, 63f, 497–498, 498f, 499f
dual structural system, defined, 79
duct systems, seismic design requirements, 131–132, 614
ductility-governed action, defined, 27
durability, serviceability considerations, 395, 803
dynamic analysis
isolated structures, 175–176, 176e, 687–689, 688t
nonstructural components, 123–124, 123e, 601–602, 602f
see also linear dynamic analysis

earthquakes
characteristic earthquake, defined, 78
design, defined, 78
design earthquake ground motion, defined, 78
load combinations for, 420–421
nature of “loads,” 525
performance-based procedures, 407–408
risk categorization of buildings, 5t

earth-retaining structures, seismic design requirements, 152,
640

eave height, defined, 246
eccentrically braced frame (EBF), defined, 79
effective damping, defined, 167
effective stiffness, defined, 167
effective wind area, defined, 246–247, 732–733.
See also wind loads, components and cladding

electric power-generating facilities, seismic design requirements,
151, 639

electrical systems, seismic design requirements, 121, 130
element actions, defined, 78–79
elevators and escalators
impact loads, 16
seismic design requirements, 133, 616

embedment, soil-structure interaction, 201–202, 201e, 707–708
enclosed, partially enclosed, and open buildings of all heights,

MWFRS directional procedure, 273–274, 273t, 274e,
275–276f, 277f, 278f, 279f, 280f, 281f, 282f, 283f, 767–769,
768f

enclosed and partially enclosed low-rise buildings, MWFRS
envelope procedure, 311, 311e, 311t, 312–314f, 771–773,
772f, 773f

enclosed building, defined, 245
enclosed simple diaphragm buildings with height <160 ft, wind

loads MWFRS directional procedure, 273, 284–285, 284t,
285f, 286f, 288–290t, 291–310t, 769–770

enclosed simple diaphragm low-rise buildings, MWFRS
envelope procedure, 315, 315e, 315t, 316–320f, 773–774

enclosure, defined, 79

enclosure classification, wind loads, 270–271, 754–756
enclosure fire, 818
Energy Grade Line Analysis, tsunamis, 458–459, 459t, 461–462,

463f, 464f, 467, 469, 470–471
envelope procedure
defined, 247
see also wind loads on buildings, MWFRS envelope procedure

epistemic uncertainty, defined, 466
equipment and equipment platforms, snow loads on, 64
equipment support, defined, 79
equivalent lateral force (ELF) procedure
building structures, 101–104, 101e, 102e, 102t, 103e, 103f,
104e, 560–567, 560f, 561f, 562f, 564f, 565e, 565f, 566e,
567e

damping systems, 184
isolated structures, 172–175, 173e, 174e, 682–687, 683f, 684f,
685t, 686t, 687f

soil-structure interaction, 198, 198e
erosion and scour, flood loads, 21, 440
escalators. See elevators and escalators
escarpments
defined, 247
topographic effects on wind speed, 266, 267f, 268, 268e

essential facilities, defined, 1
evacuation, tsunamis and, 48–50, 50f, 447–449, 458, 468–469,

472, 483, 484
expansion and contraction, serviceability considerations, 395,

803
exposure, wind load general requirements, 266, 741–744, 741f,

742t, 743e, 744f, 745f, 746f, 747f, 748f
exposure factor, snow loads, 52, 58t, 493–494
extraordinary events
basic requirements, 4
load combinations for, 9, 421–423, 422e

fall arrest and lifeline anchorage, live loads, 16, 436
fasteners, power-actuated, 125, 605
file cabinets, 433
fire, defined, 401
fire effects, performance-based design procedures for
definitions, 401, 815–816
general requirements, 401, 816
performance objectives, 401–402, 816–817
performance-based structural fire design, 815–816
structural analysis of fire effects, 402, 819–821
thermal analysis of fire effects, 402, 817–819

fire exposure, defined, 401
fire resistance
basic requirements, 3, 410
defined, 401

fixed ladders
defined, 13
live loads and, 16, 435

fixed service equipment, weight of, 11, 425
flat roof snow loads, 51, 51e, 53e, 54, 58f, 493–495
defined, 51
examples of establishing, 501–502, 501e, 502e

flexible building or structure, defined, 246, 732
flexible component, defined, 78
flexible connections, defined, 79
flexible diaphragm, defined, 246
flexure-controlled diaphragm, 530
defined, 78

flood hazard area, defined, 21
flood hazard map, defined, 21
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flood insurance rate map (FIRM), defined, 21
flood loads, 21–23, 22e, 22t, 23e, 23f, 439–445, 441e, 442e,

442f, 442t, 443f, 443t, 444e
definitions, 21, 439–440

floods
load combinations for, 7, 8, 418, 421
performance-based procedures, 406
risk categorization of buildings, 5t

floor responses, seismic design requirements, 123–124, 124e,
601–602, 602f

floors and foundations, weight of, 12, 431
force-controlled actions
defined, 78
global acceptance criteria, 165, 165e, 165t, 667–670, 667e,
668f, 668t, 669f

force-controlled elements, defined, 181
force-sustained action, defined, 27
foundation geotechnical capacity, defined, 79
foundation input motion, defined, 197
foundation structural capacity, defined, 79
foundations
building structures, 110–114, 111t, 112t, 113t, 587f, 588f
concrete, 136, 621
nonbuilding structures, 150
soil-structure interaction and damping effects, 199–201, 199e,
200e, 200t, 201e, 705–706, 706f

tsunami loads and effects, 46–49, 47e, 47f, 47t, 48f, 480–484,
481e, 481f, 482e, 482f, 483f

frames
alternative structural design criteria, 114–119, 114f, 115t,
116e, 118e, 119e

drift of, serviceability considerations, 395, 802, 802e, 804–
805f, 806–807f, 808–809f, 810–811f

types, defined, 79
free roof, defined, 247
freeboard, seismic design requirements, 153, 153e, 641
free-field, use of term, 703
free-field motion, defined, 197
freezer building, defined, 51
freezing rain
defined, 69, 518
design temperatures for, 70f, 71, 72–73f, 522
ice loads caused by, 70–71, 70e, 70f, 71e, 72–73f, 74f, 75f, 76f,
519–521, 520f, 521t

friction clips, 125, 605, 605f
defined, 79

Froude number, defined, 27
fuel load
defined, 401
performance-based procedures for fire effects, 402, 818

functionality requirements, performance-based procedures,
409–410

gable/hip roofs
defined, 336f
snow loads, 57–58, 61f, 496–497
wind loads, components and cladding, 337f, 338f, 339f, 340f,
341f, 342f, 343f, 344f, 351–362f, 783t, 784t, 785t

wind loads, MWFRS directional procedure, 275–276f
garage loads
passenger vehicles, 17, 18, 437
trucks and buses, 18

gas spheres, seismic design, 160–161, 648
geological hazards and geotechnical investigation, seismic

design criteria, 86, 86e, 86t, 537–539, 537e

glass, seismic design requirements, 126, 127t, 128, 128e, 607,
610–611

glaze, defined, 69
glazed curtain wall, defined, 79
glazed openings, wind loads, 270–271
glazed storefront, defined, 79
glazing
definitions, 247, 755
tornado damage and, 763

global acceptance criteria, nonlinear response history analysis
deformation-controlled actions, 166, 166t, 670–671, 670t
element-level acceptance criteria, 165, 667
elements of gravity force-resisting system, 166, 671
force-controlled actions, 165, 165e, 165t, 667–670, 667e, 668f,
668t, 669f

story drift, 165, 666–667
unacceptable response, 165, 664–666, 665f, 665t, 666t

grab bar systems
defined, 13
live loads and, 16, 435

grade plane, defined, 27, 79
granular material storage tanks, seismic design requirements,

158–159, 647–648, 647e, 647f, 648f
gross frontal area, defined, 743
ground motions, nonlinear response history analysis
amplitude scaling, 164, 661–662, 661f
application to structural model, 164, 662
ground motion modification, 164, 660–661
ground motion selection, 164, 659–660
period range for scaling/matching, 164, 661
spectral matching, 164, 662
target response spectrum, 163–164, 658–659, 658f

ground snow loads, 51, 52–53f, 55t, 56t, 57t, 58t, 489, 490–491t,
491–493, 492t, 493t

ground-supported cantilever walls or fences, seismic design
requirements, 641–642, 641f, 642f

gust effects, wind loads, 269–270, 269e, 269t, 270e, 750–754,
751e, 751t, 752e, 752f, 752t, 753e, 754e, 755t

guys and cables. See cables

handrail and guardrail systems
defined, 13
live loads and, 13, 16, 435

hazard-consistent tsunami scenario, defined, 27
heat transfer
defined, 401
thermal analysis of fire effects, 402, 818–819

heating, ventilating, air-conditioning, and refrigeration
(HVACR)

defined, 79
seismic design requirements, 130

helipad loads
helipad defined, 13
live loads, 18, 437–438

high-deformability element, defined, 78
hills
defined, 247
topographic effects on wind speed, 266, 267f, 268, 268e

hip and gable roofs. See gable/hip roofs
hoarfrost
defined, 69
formation of, 518

hoists, 16, 435–436
hurricane wind speeds, 735, 735e
hurricane-prone areas

Index-4 STANDARD ASCE/SEI 7-16

Copyrighted material licensed to Fermi National Laboratory by Clarivate Analytics (US) LLC, subscriptions.techstreet.com, downloaded on 2020-07-21 14:34:43 +0000 by  Fermi National Laboratory User.
 No further reproduction or distribution is permitted.



basic wind speeds at selected, 736t, 737t, 738t, 739t
defined, 247

hydraulic structures, seismic design requirements, 153, 640,
640f

hydrodynamic loads
defined, 27
during flooding, 22, 22e, 440–441, 441e
tsunami loads and effects, 42–44, 42e, 42t, 43e, 473–477,
473e, 474e, 475f, 476f, 477f

hydrostatic loads
defined, 27
during flooding, 21–22, 440
tsunami loads and effects, 41–42, 41e, 42e, 473

hydrostatic pressure, soil loads, 12, 425, 430–431t, 431

ice dams and icicles, snow loads, 54, 494, 495, 496f
ice loads
load combinations for, 7, 8–9, 418–419, 421
risk categorization of buildings, 5t
see also atmospheric icing

ice-sensitive structures, defined, 69, 518
immediate occupancy structural performance level, defined, 27
impact loads
defined, 27
flooding, 23, 441–444, 442e, 442f, 442t, 443f, 443t, 444e
live loads, 16, 435–436
tsunamis, 44–46, 44e, 44t, 45f, 46e, 46t, 477–480, 477t, 478t,
479e

impact-protective system, 247, 755
impact-resistant glazing, 247, 755
importance factor
defined, 1
seismic design criteria, 85, 535, 535f
snow loads and, 52, 493, 494–495

in-cloud icing, defined, 69, 518–519, 519f
inspection, special defined, 79
inspector, special defined, 79
internal pressure coefficients, wind loads, 271, 271e, 271t, 756
inundation depth, defined, 27
inundation depth and flow velocity, tsunamis
analysis of design, 30–31, 30e, 458–461, 459t, 460e, 460f
based on runup, 31–32, 31e, 31f, 32t, 461–462, 462e, 463f,
464f

based on site-specific probabilistic hazard analysis, 32–38,
32e, 33f, 34f, 35f, 35t, 37f, 38f, 462, 465–467, 465f, 467f

inundation elevation, defined, 27
inundation limit, defined, 27
inverted pendulum-type structures, defined, 79
isolated structures. See seismically isolated structures, seismic

design requirements
isolation interface, defined, 167
isolation system, defined, 167
isolator unit, defined, 167

joint, defined, 79

kinematic soil-structure interactions, 201–202, 201e, 703, 704,
707–708, 707f

defined, 197

ladders, fixed, live loads, 435
lateral forces, basic requirements, 4
lateral pressures
crane loads, 18

soil loads, 12, 431
leeward snowdrifts, 61, 497–498, 498f
library stack rooms, live loads, 18, 433, 438
life safety structural performance level, defined, 27
lifeline anchorages. See fall arrest and lifeline anchorage
light frame wall, defined, 81
light frame wood shear wall, defined, 81
light-frame construction, defined, 79
limit deformation, defined, 78
limit state, defined, 1
limited-deformability element, defined, 78
linear analysis
damping systems, seismic design requirements, 699–700,
700f

as precondition to nonlinear response history analysis, 163,
657

linear dynamic analysis
seismic design, building structures, 104–106, 105e, 567–571
soil-structure interaction, 198

liquefaction evaluation requirements, seismic design criteria,
538–539

liquefaction scour, defined, 27
liquefiable sites, seismic design requirements, 150, 637
liquids, tanks and vessels for, 155–161, 155–156e, 156t,

157e, 157t, 160, 631f, 644–648, 647f, 648f, 649–652f,
653–654f

live loads, 13–19, 14–16t, 433–439
concentrated, 13, 16, 435
crane loads, 17–18, 437
definitions, 14–16t
garage loads, 17, 18, 437
handrail and guardrail systems, 13, 16, 435
helipad loads, 18, 437–438
impact loads, 16, 435–436
library stack rooms, 18, 433, 438
live load defined, 13
roof load reduction, 17, 17e, 437
seating for assembly use, 18–19, 438
sidewalks, driveways, yards subject to trucking, 19
solar panels, 19, 438
stair treads, 19
uniform load reduction, 16–17, 16e, 436–437, 436f
uniformly distributed loads, 433–435, 434t
uninhabitable attics, 18
unspecified loads, 13

“lives at risk,” 413
load and resistance factor (LRFD), 417, 521, 587
load combinations, 7–9, 417–423
for allowable stress design, 8–9, 420–421, 421t
for extraordinary events, 9, 421–423, 422e
for strength design, 7–8, 417–420, 418t, 419e
for structural integrity loads, 9

load effects, defined, 1
load factor, defined, 1
load path connections, basic requirements, 4
load tests, generally, 5, 415
loads, defined, 1
local coseismic tsunami, defined, 27
local scour, defined, 27
longitudinal forces, crane loads, 18
longitudinal reinforcement ratio, defined, 79
long-period transition. See seismic ground motion, long period

transition, and risk coefficient maps
long-term deflection, serviceability considerations, 395, 803
low-deformability element, defined, 78
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low-rise buildings
defined, 245
wind loads, components and cladding, 333–334, 334e, 335f,
337f, 338f, 339f, 340f, 341f, 342f, 343f, 344f, 345f, 346f,
347f, 348f, 349f, 350f, 786

wind loads, components and cladding, simplified, 334, 334e,
350t, 351–362f

see also enclosed and partially enclosed low-rise buildings
low-sloped roofs, snow loads and, 52–53, 495

machinery, impact loads, 16
main wind force resisting system (MWFRS)
buildings exempted from torsional wind load cases, 397–399,
398f, 399f

defined, 245, 247, 733
procedure to determine, 245
wind tunnel procedure, 793–794

main wind force resisting system (MWFRS) directional
procedure, wind loads on building appurtenances and other
structures, 321–333, 775–780

design wind loads, other structures, 322, 322e, 325f, 326f, 327,
328f, 329f, 330–331f, 331, 776–778, 777f

design wind loads, solid freestanding walls and solid signs,
322, 322e, 323–324f, 775–776

general requirements, 322
scope, 321, 321t

main wind force resisting system (MWFRS), directional
procedure, wind loads on buildings, 273–310, 767–774

enclosed, partially enclosed, and open buildings of all heights,
273–274, 273t, 274e, 275–276f, 277f, 278f, 279f, 280f, 281f,
282f, 283f, 288–290t, 767–769, 768f, 773

enclosed simple diaphragm buildings with height <160 ft, 273,
284–285, 284t, 285f, 286f, 291–310t, 769–770

main wind force resisting system (MWFRS), envelope
procedure, wind loads on buildings, 311–320, 767, 771–774

main wind force resisting system (MWFRS), with pitched roofs,
773

enclosed and partially enclosed low-rise buildings, 311, 311e,
311t, 312–314f, 771–773, 772f, 773f

enclosed simple diaphragm low-rise buildings, 315, 315e,
315t, 316–320f, 773–774

scope, 311, 771
mapped risk coefficient spectral response periods. See seismic

ground motion, long period transition, and risk coefficient
maps

marquee, 433
masonry
anchorages in, 143, 144, 150
seismic design and detailing requirements, 142–144, 628

materials and constructions, weight of, 11, 425, 426–427t,
428–430t

material-specific seismic design and detailing requirements,
135–144, 619–629

composite steel and concrete, 142, 627–628
concrete, 136–142, 137e, 138–139e, 139f, 141f, 142f,
620–627, 622f, 623f, 624f, 625f, 626f, 627f

masonry, 142–144, 628
steel, 135–136, 619–620
wood, 144, 628

maximum considered earthquake, geometric mean peak ground
acceleration, 41, 79, 206–207, 220–221f, 222–223f, 224–
225f, 537, 714, 723

defined, 79
maximum considered tsunami, defined, 27, 456
maximum displacement, defined, 167

mean recurrence intervals of load effects, wind tunnel procedure,
389, 794

mean roof height, defined, 247
means of egress, use of term, 593
mechanical and electrical components, seismic design
nonbuilding structures, 146
nonstructural components, 129–134, 129t, 593, 596, 596f,
611–617, 613f, 614f

premanufactured, 121, 596, 596f
mechanically anchored tanks or vessels, defined, 80
minimum snow load, defined, 51
modeling criteria, seismic design, 100–101
moment frames
defined, 79
seismic design, 94–96

momentum flux, defined, 27
monoslope roofs, wind loads
components and cladding, 347f, 348f
MWFRS directional procedure, 274, 274e, 279f, 280f, 281f,
282f, 768

Monte Carlo analysis, 407, 460–461, 469, 735
multiple folded plate roofs, snow loads, 54, 495, 497
multispan gable roofs, wind loads, components and cladding,

346f

nearshore profile, defined, 27
nearshore tsunami amplitude, defined, 27
nominal loads, defined, 1
nominal strength, defined, 1, 80
nonbuilding critical facility structure, defined, 27
nonbuilding structures
defined, 27, 80
wind loads, components and cladding, 382, 382e, 382t, 383f,
384–385f, 385, 386f, 387t, 788–789, 789f

see also seismic design requirements, nonbuilding structures
noncritical actions, defined, 79
nonhurricane wind speeds, 734–735, 735e
nonlinear response history analysis, 163–166, 657–671
damping systems, 186–187, 697–698, 697t
global acceptance criteria, 165–166, 165e, 165t, 166t,
664–671, 665f, 665t, 666t, 667e, 668f, 668t, 669f, 670t

ground motions, 163–164, 658–662, 658f, 661f
linear analysis, 163, 657
modeling and analysis, 164–165, 662–664, 664f
soil-structure interaction, 199
vertical response analysis, 163, 658

nonspecified load combinations, 8, 419–420, 419e, 420e
nonstructural components and systems
defined, 1, 27, 78
see also seismic design requirements, nonstructural
components

occupancy, defined, 1
occupant protections, tornadoes and, 756–759
offshore tsunami amplitude, 30–32, 35–36, 449, 456, 458–460,

465, 465f, 466
defined, 28

one- and two-story buildings, exempted from torsional load
cases, 397

one-way slabs, live loads, 17, 437
open buildings
defined, 245
wind loads, components and cladding, 375, 375e, 376f, 377f,
378f, 788

open structure, defined, 28
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open-frame equipment structures, snow loads, 63–64, 63f, 64f, 501
openings, defined, 247
open-top tank, defined, 80
ordinary action, defined, 79
ordinary precast structural wall, defined, 136
orthogonal, defined, 80
other structures, defined, 1
out-of-plane bending, seismic design requirements, 126–127, 607
owner, defined, 80

parapets
snow load, 61, 61f, 498–500
wind loads, components and cladding, 364, 374f, 375, 375e,
379f, 379t, 788

wind loads, MWFRS directional procedure, 274, 274e, 284–
285, 286f, 331–332, 769, 778–779, 779f

wind loads, MWFRS envelope procedure, 314, 314e
partial loading, 13, 435
atmospheric icing, 76, 522
snow loads, 54, 57, 61f, 495–496

partially enclosed building, defined, 245
partially open building, defined, 246
partitions
defined, 80
live loads and, 13, 435
seismic design requirements, 128, 610

passenger vehicles
garage loads, 437
live loads, 17

P-Delta effect, 104, 104e, 105, 150, 159, 165, 565–566,
569–570, 663

defined, 1, 80
peaks-over-thresholds (POT) model, 520, 735
performance-based procedures
defined, 1
earthquakes, 407–408
floods, 406
functionality requirements, 409–410
strength and stiffness requirements, 2, 405–409, 407f, 407t
see also fire effects, performance-based design procedures for

petrochemical tanks, seismic design requirements, 158, 646
piers and wharves, seismic design requirements, 152, 639–640
pile cap, defined, 80
pile scour, defined, 28
piles
composite steel and concrete structures, 142
concrete, 137–139, 137e, 138–139e, 621–622
defined, 80

pipe racks, seismic design requirements, 150, 150e, 638, 638t
pipes and cable trays, snow loads, 64, 64f
piping and tubing systems, 132, 614–615, 644
pitched roofs
wind loads, MWFRS directional procedure, 274, 274e, 279f,
280f, 281f, 282f, 768

wind loads, MWFRS envelope procedure, 314–315, 314e
plain concrete, defined, 78
plunging scour, defined, 28
ponding, defined, 51, 65
ponding instability and ponding load
defined, 51, 65
rain loads, 65, 512, 512e, 512f
snow loads, 62, 489, 501

pore pressure softening, defined, 28
power failures, risk categorization, 413
power-actuated fasteners, 125, 605

precast concrete diaphragm design options, defined, 136
precast structural walls, seismic design and detailing

requirements, 136, 621
premanufactured mechanical and electric components
defined, 80
seismic design requirements, 121, 596, 596f

pressure model (PM), wind tunnel test, 793
primary drainage system, defined, 65
primary members, defined, 65
primary structural component, defined, 28
probabilistic seismic hazard analysis (PSHA), tsunami

inundation depth and flow velocity based on, 32–38, 32e,
33f, 34f, 35f, 35t, 37f, 38f, 462, 465–467, 465f, 467f

projections and parapets. See parapets

quality assurance, seismic design criteria, 526

raceway, defined, 614
radiation damping
defined, 197
soil-structure interaction, 199–201, 199e, 200e, 200t, 201e,
705–706, 706f

rain loads, 65, 65e, 507–513
controlled drainage, 65, 512–513, 513e, 513f
design rain loads, 65, 507–511, 508e, 508f, 509e, 509t, 510f,
510t, 511t

ponding instability and ponding load, 65, 512, 512e, 512f
roof drainage, 65, 507

rain-on snow surcharge, 62, 500–501
examples of establishing, 502–504, 502e, 503e, 504e

reasonable probability, use of term, 410
recognized literature, defined, 28, 247
reference sea level, defined, 28
refrigerated gas liquid storage tanks and vessels, 160–161
regional climatic data, estimation of basic wind speeds from, 249,

740–741
registered design professional, defined, 80
reinforced concrete, defined, 78
relative sea level change, defined, 28
reliability analysis, 406–409, 422, 467
required live loads, 13
required strength, defined, 80
resistance factor, defined, 1
ridges
defined, 247
topographic effects on wind speed, 266, 267f, 268, 268e

rigid building or structure, defined, 246
rigid component, defined, 78
rigid diaphragm, defined, 246
rigid high-frequency base balance model (H-FBBM), wind

tunnel test, 793
rigid pressure model (PM), wind tunnel test, 793
rime, defined, 69
rime ice, 519f
risk categorization, building classification and, 84, 412–414, 413f
risk category
defined, 1
see also wind hazard maps

risk-targeted maximum considered earthquake (MCER)
damping systems, 184–186
definitions, 79–80
ground motion hazard analysis, 205–206
ground motion parameters, 209, 210–211f, 212–213f, 214f,
215f, 216, 217f, 218f, 219f, 717–722, 719t, 720t, 721t,
722–723, 722t
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response spectrum, 85, 171–172
seismic ground motion values, 84, 84e, 84t
see also seismic ground motion, long period transition, and risk
coefficient maps

Ronan point disaster, 411
roof live loads
defined, 13
reduction in, 17, 17e, 437
solar panels and, 19

roof overhangs
components and cladding, 364, 374f, 380t, 788
enclosed simple diaphragm buildings with Height <160 ft,
MWFRS, 287f, 287t, 773

MWFRS directional procedure, 274, 275–276f, 285,
770

MWFRS envelope procedure, 312–314f, 314
roofs
open buildings with monoslope, pitched, or troughed free, 274,
274e, 279f, 280f, 281f, 282f

pressures, 774
rain loads and drainage, 65, 507
snow loads, 54, 58–63, 59e, 60f, 62f, 63f, 495, 497–501, 498f,
499f, 501f

vegetative roofs, 11, 425, 434, 783
wind loads MWFRS directional procedure, 291–310t, 322,
322e, 776

see also solar panels, rooftop; wall and roof surfaces
rugged component, defined, 78
runup elevation
defined, 28
inundation depth and flow velocity, tsunamis, 31–32, 31e, 31f,
32t, 461–462, 462e, 463f, 464f

R-value
defined, 51
snow loads, 54

Saffir-Simpson Hurricane Wind Scale, 735–736, 735t, 736t
sawtooth roofs
snow loads, 54, 59, 495, 497
wind loads, 349f

scragging, defined, 167
screen enclosure, defined, 13
scupper, defined, 65
sea level, wind loads and ground elevation above, 268, 268t, 748,

748e
seating for assembly use, live loads, 18–19, 438
secondary drainage system, defined, 65
secondary member, defined, 65
secondary structural component, defined, 28
seismic design category, 85–86, 85t, 535–537
category A, design requirements, 86, 537
defined, 80

seismic design criteria, 77–87, 525–541
allowable stress standards, 525
alternative materials and methods, 77, 526
applicability, 77, 526
definitions, 77–81, 526–530, 527f, 528f, 529f
earthquake “loads” nature, 525
federal government construction, 525
geological hazards and investigation, 86, 86e, 86t, 537–539, 537e
importance factor and risk category, 85, 535, 535f
quality assurance, 77, 526
seismic design category, 80, 85–86, 85t, 535–537
seismic ground motion values, 83–85, 84e, 84f, 84t, 85e,
530–535, 531f, 532e, 532f, 533f, 534f, 539–540, 540f

vertical ground motion for, 87, 87e, 87t, 539–540,
540f

seismic design requirements, building structures, 89–119,
543–591

analysis procedure selection, 100, 100t, 557–558, 558t
diaphragm flexibility, configuration, irregularities,
redundancy, 95t, 96–98, 96e, 96f, 97t, 98f, 98t, 550–552,
552f, 553f, 554, 554f, 555f

diaphragms, chords, and collectors, 90–92t, 95t, 106–108,
106e, 106f, 107e, 107f, 108t, 571–579, 572f, 573f, 574f,
575f, 576f, 578f, 578t, 579e, 579f, 579t

direction of loading, 99–100, 557
drift and deformation, 109–110, 109t, 581–583
equivalent lateral force (ELF) procedure, 101–104, 101e, 102e,
102t, 103e, 103f, 104e, 560–567, 560f, 561f, 562f, 564f,
565e, 565f, 566e, 567e

foundation design, 110–114, 111t, 112t, 113t, 587f, 588f
linear dynamic analysis, 104–106, 105e, 567–571, 571f
modeling criteria, 100–101, 558–560, 559f
seismic load effects and combinations, 98–99, 98e, 99e,
555–556

simplified alternative criteria for simple bearing wall or frame
system, 114–119, 114f, 115t, 116e, 118e, 119e, 588–589,
589f

structural design basis, 89, 543–546, 544f, 545f
structural system selection, 89–96, 90–92t, 95t, 546–550, 550t
structural walls and anchorages, 108–109, 108e, 580–581,
580f, 581f

seismic design requirements, nonbuilding structures, 145–161,
631–656

analysis procedure selection, 145, 147t, 631–634, 632f, 633f,
634f, 635f

design, 145
design basis, 631
structural design requirements, 146–147, 147e, 148t, 149–150,
149e, 636–637

structures not similar to buildings, 152–153, 640–642, 640f,
641f, 642f

structures similar to buildings, 150–152, 638–640
supported by other structures, 146, 634–635
tanks and vessels, 153–161, 153–154e, 154t, 155e, 155t, 156e,
156t, 157e, 157t, 642–655, 642e, 643e, 644f, 647f, 648f,
649–652f, 653–654f

seismic design requirements, nonstructural components,
121–134, 593–618, 594f

anchorages, 125, 603–605, 605f
applied to nonbuilding structures, 596
architectural components, 125–128, 126e, 126t, 127t, 128e,
593, 594f, 605–611, 608–609t, 611f

component importance factor, 121, 595
exemptions, 595–596
general design requirements, 122–123, 122t, 597–600
mechanical and electrical components, 129–134, 129t, 593,
596, 596f, 611–617, 613f, 614f

seismic demands and, 123–125, 123e, 124e, 124f, 600–603,
600f, 601f, 602f, 603f

seismic force-resisting system, defined, 80
seismic forces, defined, 80
seismic ground motion, long period transition, and risk

coefficient maps, 209–236, 717–724, 719t, 720t, 721t, 722–
723, 722t

Alaska, 214f, 215f, 222f, 227f, 232f, 235f
American Samoa, 209, 219f, 231f, 234f
conterminous US, 210–211f, 212–213f, 220–221f, 225–226f,
230f, 233f
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ground motion web tool, 724
Guam and Northern Mariana Islands, 209, 218f, 224f, 231f,
234f

Hawaii, 216f, 222f, 228f, 232f, 235f
Puerto Rico and US Virgin Islands, 217f, 223f, 229f, 232f, 235f
updates, 723

seismic ground motion values, 83–85, 84e, 84f, 84t, 85e, 530–
535, 531f, 532e, 532f, 533f, 534f, 539–540, 540f

seismic load effects and combinations, 8, 9, 98–99, 98e, 99e, 420
seismic loading, buildings controlled by, 397
seismic loading direction, 99–100
seismically isolated structures, seismic design requirements,

167–179, 673–692, 673f
analysis procedure selection, 172, 682
design review, 176, 689
dynamic analysis procedures, 175–176, 176e, 687–689, 688t
equivalent lateral force (ELF) procedure, 172–175, 173e, 174e,
682–687, 683f, 684f, 685t, 686t, 687f

general design requirements, 168–171, 170–171e, 674–682,
674t, 677e, 677f, 677t, 678f, 678t, 680t, 681f

seismic ground motion criteria, 171–172, 682
testing, 176–179, 178e, 178f, 689–692

self-anchored tanks or vessels, defined, 80
self-straining forces and effects
basic requirements, 3, 410
load combinations for, 7–8, 9, 419, 421

service loads, defined, 1–2
serviceability considerations
camber, 395, 811
deflection, vibration, and drift, 395, 801–803, 804–805f, 806–
807f, 808–809f, 810–811f

performance-based procedures, 409
serviceability design, wind speeds for, 740, 740e, 740t
shear keys, material-specific seismic design and detailing

requirements, 144
shear panel, defined, 80
shear wall-frame interactive system, defined, 79
shear walls (concrete), seismic design and detailing

requirements, 136–137, 621
shear-controlled diaphragm, defined, 78, 530
shielding, 273, 311, 321, 333, 732
shipping, tsunami debris impact and, 478–479
shoaling, defined, 28
short hangers, bracing exemptions for, 596
sidewalks, driveways, and yards subject to trucking, live loads, 19
signs, wind loads and
solid attached, 322, 776
solid freestanding, 322, 322e, 324–325f, 775

silos
components and cladding, 382, 382e, 382t, 383f, 384–385f,
385, 788–789, 789f

MWFRS directional procedure, 322, 326f, 327, 328f, 329f,
776, 776–777

simple diaphragm building, defined, 246
site class, defined, 80
site classification procedure
definitions, 203, 709–710
generally, 203, 204t, 709
parameters, 204, 204e, 710

site-specific ground motion procedures, for seismic design, 205–
207, 711–715

design acceleration parameters, 206, 713–714
design response spectrum, 206, 206e, 713
maximum considered earthquake, geometric mean peak
ground acceleration, 206–207, 714

maximum considered earthquake, ground motion hazard
analysis, 205–206, 206f, 712–713

site response analysis, 205, 711–712
site-specific probabilistic hazard analysis, tsunami inundation

depth and flow velocity, 32–38, 32e, 33f, 34f, 35f, 35t, 37f,
38f, 462, 465–467, 465f

sliding snow, 61–62, 500, 500f, 502, 502e
slippery surface, defined, 51
sloped roofs, snow loads, 51, 54, 54e, 58f, 59f, 60f, 495, 502,

502e
snow, defined, 69
snow loads, 51–76, 489–505
caused by freezing rain, 519, 519f
definitions, 51
drifts on lower roofs (aerodynamic shade), 59–61, 59e, 62f,
63f, 497–498, 498f, 499f

on equipment and equipment platforms, 64
examples of establishing, 501–504, 501e, 502e, 502f, 503e,
503f, 504e

in excess of design value, 489
on existing roofs, 62–63, 501, 501f
on flat roofs, 51, 51e, 53e, 54, 58t, 493–495
on ground, 51, 52–53f, 55t, 56t, 57t, 58t, 489, 490–491t,
491–493, 492t, 493t

on open-frame equipment structures, 63–64, 63f, 64f
partial loading, 54, 57, 61f, 495–496
ponding instability and, 62, 501
on projections and parapets, 61, 61f, 498–500
rain-on snow surcharge, 62, 500–501
sliding snow, 61–62, 500, 500f, 502, 502e
on sloped roofs, 51, 54, 54e, 58f, 59f, 60f, 495, 502, 502e
unbalanced loads, 57–59, 61f, 496–497

soil damping, defined, 197
soil hysteretic damping, 199–201, 199e, 200e, 200t, 201e
soil-structure interaction, 705–706

soil loads, 11t, 12
soil loads and hydrostatic pressure, 425, 430–431t, 431
soil-structure interaction (SSI), 197–202, 703–708
ELF procedure, 198, 198e
foundation damping effects, 199–201, 199e, 200e, 200t, 201e,
705–706, 706f

kinematic SSI effects, 201–202, 201e, 703, 704, 707–708, 707f
SSI adjusted structural demands, 198–199, 198e, 704–705

solar array, defined, 247
solar panels, rooftop
defined, 247
live loads, 19, 438
MWFRS directional procedure, 327, 327e, 330–331,
330–331f, 331f, 777–778, 777f

seismic design requirements, 133–134, 133e, 595, 616–617
for slopes < 7 degrees, 389–390, 794–795
weight of, 12, 425
wind loads, components and cladding, 385

soliton fission, 36, 462
defined, 28

space frame system, defined, 79
special flood hazard area, defined, 21
special inspections, defined, 79
special wind regions, 249, 740
sprinkler systems, seismic design requirements, 132–133, 616
stairs and ramps
live loads, 19
seismic design requirements, 128, 611, 611f

standard fire resistance design, defined, 401, 815
steel
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cables, 136, 620
chimneys and stacks, 152, 640
composite steel and concrete structures, 142, 627–628
seismic design and detailing requirements, 135–136, 619–620
storage racks, 150–151, 638–639, 638f
tubular support structures, for wind turbines, 153, 641

stepped roofs, wind loads, components and cladding, 345f
stiffness. See strength and stiffness requirements
storage racks
defined, 80
seismic design requirements, 150–151, 638–639, 638f

story, defined, 80
story above grade plane, defined, 80, 530, 530f
story drift, defined, 80
story drift ratio, defined, 80
story shear, defined, 80
strength, types defined, 80
strength and stiffness requirements, 2–3, 2t, 3t, 405
performance-based procedures, 2, 405–409, 407f, 407t

strength design
defined, 2
load combinations for, 7–8, 417–420, 418t, 419e
procedures, 405

structural analysis, of fire effects, 402, 819–821
structural component, defined, 28
structural damping, gust effects, 753
structural design fire, 402, 818
defined, 401

structural design procedures, tsunami loads and effects, 38–41,
38e, 39f, 39t, 40e, 41t, 467–473, 468t, 470f, 471f, 472f

structural height, defined, 80
structural integrity requirements, 3–4, 410–412
accidents, misuse, sabotage and, 410
collapse and, 410–411
design alternatives, 411
guidelines for, 411–412
load combinations for, 9
performance objectives, fire effects, 401, 817

structural observations, defined, 80
structural systems
defined, 79
seismic design requirements, 89–96, 90–92t, 95t

structural wall, defined, 28, 81
structure, defined, 80
subdiaphragm, defined, 80
supports, defined, 80, 526–527, 527f
surface roughness, 58t, 266, 268, 493, 741–744, 741f, 745f
surge, defined, 28
susceptible bay, defined, 65
sustained flow scour, defined, 28

tall buildings, aerodynamic wind loads on, 754
tanks
with height <120ft, wind loads, components and cladding, 382,
382e, 382t, 383f

wind loads, MWFRS directional procedure, 322, 326f, 327,
327e, 328f, 329f, 776, 776–777

tanks and vessels, seismic design requirements, 151–152, 153,
639, 639f, 642

anchorages, 644, 644f
boilers and pressure vessels, 648
design basis, 153–154, 153–154e, 642–643, 642e, 643e
elevated, for liquids and granular materials, 631f, 647–648,
647f, 648f

flexibility of piping attachment, 154–155, 155e, 155t, 644

ground-supported tanks for granular materials, 158–159, 647,
647e

ground-supported tanks for liquids, 155–156e, 155–157, 156t,
157e, 157t, 644–646

horizontal, saddle-supported vessels for liquid and vapor, 648,
655

petrochemical tanks, 158, 646
strength and ductility, 154, 643–644
structural towers for, 151–152
water storage and treatment tanks, 158, 646

telecommunication towers
seismic design requirements, 153, 641
tornadoes and, 763–764

telecommunications failures, risk categorization, 413
temporary facilities, defined, 2
testing agency, defined, 81
thermal analysis, of fire effects, 402, 817–819
thermal boundary condition, defined, 401
thermal factor, snow loads, 52, 54, 58t, 63, 494
thermal insulation, defined, 401
thermal response, defined, 401
thermal restraint, defined, 401
topographic effects, wind loads general requirements, 266, 267f,

268, 268e, 744–748
topographic transect, defined, 28
tornado limitation, wind loads general requirements, 270, 271,

756–764, 757t, 758f, 759f, 759t, 760e, 761t, 762t, 763t,
764t

torsional wind load cases, buildings exempted from, 397–399,
398f, 399f, 804f, 816

torsionally regular building under wind load, defined, 246
total maximum displacement, defined, 167
toxic, highly toxic, and explosive substances, building

classification and, 5, 414–415
toxic substances, defined, 2
transfer forces, diaphragm, defined, 78, 530
traveling fire, 818
troughed free roofs, wind loads MWFRS directional procedure,

274, 274e, 279f, 280f, 281f, 282f
truck and bus garages, live loads, 18
trussed communication towers, tornadoes and, 763–764
tsunami, defined, 28
tsunami amplitude, defined, 28
tsunami bore, defined, 28
tsunami bore height, defined, 28
tsunami breakaway wall, defined, 28
tsunami design zone, defined, 28
tsunami design zone map, defined, 28
tsunami evacuation map, defined, 28
tsunami loads and effects, 25–50, 447–488
debris impact loads, 44–46, 44e, 44t, 45f, 46e, 46t, 477–480,
477t, 478t, 479e

definitions, 25–29, 456
foundation design, 46–49, 47e, 47f, 47t, 48f, 480–484, 481e,
481f, 482e, 482f, 483f

hydrodynamic loads, 42–44, 42e, 42t, 43e, 473–477, 473e,
474e, 475f, 476f, 477f

hydrostatic loads, 41–42, 41e, 42e, 473
inundation depth and flow velocity, analysis of design, 30–31,
30e, 458–461, 459t, 460e, 460f

inundation depth and flow velocity, based on runup, 31–32,
31e, 31f, 32t, 461–462, 462e, 463f, 464f

inundation depth and flow velocity, based on site-specific
probabilistic hazard analysis, 31e, 32–38, 32e, 33f, 34f, 35f,
35t, 37f, 38f, 462, 465–467, 465f
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nonstructural components and systems, 50, 485
risk categories, 30, 457–458
scope and exceptions, 25, 26f, 27f, 28f, 447–449, 456, 457f
structural countermeasures for, 49, 484
structural design procedures for, 28, 38–41, 38e, 39f, 39t, 40e,
41t, 467–473, 468t, 470f, 471f, 472f

vertical evacuation refuge strategies and structures, 49, 49f,
449, 458, 468, 469, 472, 484–485

Western state hazard exposure, 448t, 449f, 450f, 451f, 452f,
453f, 454f, 455f, 484–485

tsunami risk category, defined, 28
tsunami-prone region, defined, 28
tubular support structures, wind turbines, 641

ultimate deformation, defined, 78
unbalanced roof loads, 57–59, 61f, 496–497, 502, 502e
uniform live loads, reduction in, 16–17, 16e, 436–437, 436f
uniformly distributed loads, 13, 433–435, 434t
utility lines, seismic design requirements, 133, 616

vegetative and landscaped roofs, 11, 425, 434, 738
vehicle barrier systems
defined, 13
live loads and, 16, 435

velocity pressure, wind loads general requirements, 268–269,
268e, 268t, 748–750, 748e, 749e, 749f, 750e, 750f, 750t

velocity-dependent damping device, defined, 181
veneers, defined, 81
ventilated roof, defined, 51
vertical deflections, serviceability considerations, 208f, 395,

801–802
vertical evacuation refuge strategies, tsunamis and, 49, 49f
vertical front area, defined, 743
vertical ground motions, 87, 87e, 87t, 145–146, 539–540, 540f,

634
vertical response analysis, 163, 658
vertical response spectrum, seismic design criteria, 86
vibrations, serviceability considerations, 395, 802–803, 803e

wall and roof surfaces, wind loads MWFRS directional
procedure, 284, 769

walls
cantilevered ground-supported, 153
components and cladding, wind loads, 335f
drift of, serviceability considerations, 395, 802, 802e, 804–
805f, 806–807f, 808–809f, 810–811f

solid freestanding, wind loads, 322, 322e, 324–325f, 775
types defined, 81
wave loads on vertical, 441, 442t
wind loads MWFRS directional procedure, 287f, 291–292t
see also bearing walls; wall and roof surfaces

warm roof slope factor, snow loads and, 54
water storage and treatment tanks, seismic design requirements,

158, 646
water-and sewage-treatment facilities, failure of, 413
wave loads, during flooding, 22–23, 22e, 22t, 23e, 23f, 441,

442t
wheel loads, cranes and, 17–18
wind, generally
on ice-covered structures, 71, 72–73f, 74f, 75f, 521–522, 522t
load combinations for, 420–421
risk categorization of buildings, 5t

wind directionality
wind loads, general requirements, 266, 266t, 741

wind tunnel procedure, 389, 794
wind hazard maps, 740
basic wind speed, 249, 734
component and cladding ratings for building envelope
products, 740

design wind speeds ASCE 7-93 to 7-10, 740t
estimation of basic wind speeds from regional climatic data,
249, 740–741

hurricane wind speeds, 735, 735e
nonhurricane wind speeds, 734–735, 735e
return periods, 734
Risk Category I, basic wind speeds, 250–251f, 258–259f
Risk Category II, basic wind speeds, 252–253f, 260–261f,
737t

Risk Category III, basic wind speeds, 254–255f, 262–263f,
738t

Risk Category IV, basic wind speeds, 256–257f, 264–265f,
739t

Saffir-Simpson Hurricane Wind Scale, 735–736, 735t, 736t,
740

special wind regions, 249, 740
wind speeds, for serviceability design, 740, 740e, 740t
wind speeds, selected coastal locations, 736t

wind loads, components and cladding, 245, 333–387,
781–791

building appurtenances and rooftop structures and equipment,
375–382, 375e, 379f, 379t, 380e, 380f, 380t, 381f, 382t

building types, 783–786, 783t, 784t, 785t, 786f, 787f
buildings with height <60ft, 364, 364e, 364t, 365–373t, 375,
783t, 787–788

buildings with height >60ft, 350, 350e, 362–363t, 363,
786–787

low-rise buildings, 333–334, 334e, 335f, 337f, 338f, 339f,
340f, 341f, 342f, 343f, 344f, 345f, 346f, 347f, 348f, 349f,
350f, 786

low-rise buildings, simplified, 334, 334e, 350t, 351–362f,
787–788

nonbuilding structures, 382, 382e, 382t, 383f, 384–385f, 385,
386f, 387f, 788–789, 789f

open buildings, 375, 375e, 376f, 377f, 378f, 788
rooftop solar panels, 385
rooftop structures and, 380

wind loads, general requirements, 245–271, 731–766
alternate procedure to calculate, 753
critical load condition, 249
definitions, 245–247, 732–733
enclosure classification, 270–271, 754–756
exposure, 266, 741–744, 741f, 742t, 743e, 744f, 745f, 746f,
747f, 748f

ground elevation above sea level, 268, 268t, 748, 748e
gust effects, 269–270, 269e, 269t, 270e, 750–754, 751e, 751t,
752e, 752f, 752t, 753e, 754e, 755t

internal pressure coefficients, 271, 271e, 271t, 756
limitations, 731–732
procedures, 245, 246f, 731
sign convention, 249
topographic effects, 266, 267f, 268, 268e, 744–748
tornado limitation, 271, 756–764, 757t, 758f, 759f, 759t, 760e,
761t, 762t, 763t, 764t

velocity pressure, 268–269, 268e, 268t, 748–750, 748e, 749e,
749f, 750e, 750f, 750t

wind directionality, 266, 266t, 741
wind pressures acting on opposite faces of each building
surface, 249, 734

see also wind hazard maps
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wind loads on building appurtenances and other structures,
MWFRS directional procedure, 321–333, 775–780

design wind loads, other structures, 322, 322e, 325f, 326f, 327,
328f, 329f, 330–331f, 331, 776–778, 777f

design wind loads, solid freestanding walls and solid signs,
322, 322e, 323–324f, 775–776

wind loads on buildings, MWFRS directional procedure,
273–310, 767–774

enclosed, partially enclosed, and open buildings of all heights,
273–274, 273t, 274e, 275–276f, 277f, 278f, 279f, 280f, 281f,
282f, 283f, 767–769, 768f

enclosed simple diaphragm buildings with height <160 ft, 273,
284–285, 284t, 285f, 286f, 291–310t, 769–770

wind loads on buildings, MWFRS envelope procedure, 311–320,
767, 771–774

enclosed and partially enclosed low-rise buildings, 311, 311e,
311t, 312–314f, 771–773, 772f, 773f

enclosed simple diaphragm low-rise buildings, 315, 315e,
315t, 316–320f, 773–774

wind pressure calculations, tornadoes, 760–763, 760e, 761e,
762t, 763t

wind tunnel procedure, 389–390, 781, 793–795

defined, 247
design data and, 793–794
dynamic response, 389
load effects, 389, 794
minimum reductions permitted, 793–794
roof-mounted solar collectors for slopes <7 degrees, 389–390,
794–795

test conditions, 389
test types, 793
wind-borne debris, 389

wind turbine generators, seismic design requirements, 153,
641

wind-borne debris
enclosure classification, 755–756
wind tunnel procedure, 389

wind-borne debris regions, 270, 733, 755
defined, 247, 733

wind-restraint system, defined, 167
windstorms, tornadoes versus, 757–758, 759f
windward snow drifts, 61, 497–498, 498f
wood, seismic design and detailing requirements, 144, 628
wood structure panel, defined, 81
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